
REQUEST FOR INFORMATION

RFI #:

GC RFI#:

DATE:

FX: 559.271.2908 PHONE:

FAX:

TO:

ATTN: INSUFFICIENT INFORMATION CLARIFICATION INCREASE COST

ENGINEERING CONFLICT DIRECTION DECREASE COST

ALTERNATE PROPOSAL APPROVAL UNKOWN COST

PHONE: INCREASE TIME

FAX:

DECREASE TIME

FROM: UNKOWN

SPECIFICATION #: 

SUBJECT:

559.271.2900 RESPONSE REQUIRED BY:

Jason Coronado

559.271.2908

REFERENCE: Shields & Brawley E.S.

DRAWING #: 

92900

Drywall Installation Height

RECOMMENDATION:

INFORMATION NEEDED:

Please clarify which non-rated walls are to receive full height drywall.  

Niether specification 092900 or plans clarify how high drywall is required to be installed at non-rated walls

Please also include which interior side of exterior walls are to receive full height drywall.

Luz Gonzales

Karsyn Construction Inc.

4697 W. Jacquelyn Ave.

Fresno, Ca. 93722

PH: 559.271.2900

Kitchell Corporation REASON FOR REQUEST ACTION REQUESTED PROBABLE EFFECT

3

5/23/2023
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jeff.urabe
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response: the last question is a loaded question. this is the best PBK can answer for bid purposes.MAIN BLDG:Admin offices and conference room and nurse and nurse to restroom interior walls - full htinterior gyp. bd classroom to classroom - full htinterior gyp. bd. restroom to restroom - full htrestroom plumbing chase walls - 6" above ceiling htclassroom to restroom - full htperimeter walls 6: above t-barperimeter exterior wall full heightMPR BLDG:demising wall to main room to kitchen - full htstaff lounge to dish washer and locker room - full ht
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5.26.23


