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LOS ANGELES, CA 90017
P: 213.418.0201

MECHANICAL + PLUMBING + FIRE
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SANTA BARBARA, CA 93103
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ELECTRICAL
THOMA ENGINEERING
3562 EMPLEO, STE. C - P.O. BOX 1167
SAN LUIS OBISPO, CA 93406
P: 805.543.3850

LANDSCAPE ARCHITECT
KTUA
3916 NORMAL STREET
SAN DIEGO, CA 93103
P: 619.294.4477

NET ZERO ENERGY
STOK
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SOLANA BEACH, CA 92075
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SECURITY
TRIAD CONSULTING
2925 MIRA VISTA WAT
CORONA, CA 92881
P: 949.943.9422

GEOTECHNICAL ENGINEER
GEOSOLUTIONS, INC.
220 HIGH STREET
SAN LUIS OBISPO, CA 93401
P: 805.543.8539

VICINITY MAP

SYMBOLS

PROJECT SITE

CONSTRUCTION SHALL COMPLY WITH THE FOLLOWING 
CODES AND REGULATIONS WITH LATEST AMENDMENTS AND 
SUPPLEMENTS.

1. CALIFORNIA CODE OF REGULATIONS (CCR) TITLE 24, 2022 
EDITION

A. CALIFORNIA BUILDINGS STANDARDS ADMINISTRATIVE 
CODE

B. CALIFORNIA BUILDING CODE
C. CALIFORNIA GREEN BUILDING STANDARDS CODE
D. CALIFORNIA PLUMBING CODE
E. CALIFORNIA MECHANICAL CODE
F. CALIFORNIA ELECTRICAL CODE
G. CALIFORNIA FIRE CODE
H. CALIFORNIA REFERENCED STANDARDS CODE

2. CALIFORNIA CODE OF REGULATIONS (CCR) TITLE 24, 2022 
EDITION

A. CALIFORNIA ENERGY CODE

3. CALIFORNIA TITLE 19, CCR PUBLIC SAFETY, STATE FIRE 
MARSHAL REGULATIONS, 2022

4. 2022 NFPA 13 AUTOMATIC FIRE SPINKLER SYSTEMS

5. 2022 NFPA 72 NATIONAL FIRE ALARM CODE

6. REFERENCE CODE SECTION FOR NFPA STANDARDS 2022 
CBC CHAPTER 35

APPLICABLE STANDARDS

THE FOLLOWING ITEMS SHALL BE COMPLETELY DESIGNED AND 
BUILT BY THE CONTRACTOR AND THE CONTRACTOR SHALL BE 
RESPONSIBLE FOR SUBMITTING TO, AND OBTAIN PERMITS 
FROM, THE APPROPRIATE JURISDICTIONAL AGENCIES.  (ALL 
UNDER SEPARATE PERMIT)

1.  FIRE ALARM SYSTEM

2.  SOLAR POWER PV SYSTEM AND RACKING

3. ELEVATOR AND HOIST RAIL AND ATTACHMENT

4. UTILITY DISTRIBUTION ANCHORAGE AND SEISMIC BRACING

5. EQUIPMENT ANCHORAGE

6. TEMPORARY SHORING.

7. GLASS FIBER REINFORCED CONCRETE TRIM ATTACHMENT

8. FIRE PROTECTION SYSTEM (SPRINKLER DRAWINGS 
INCLUDED FOR REFERENCE ONLY)

9. PERFORATED METAL SCREEN SYSTEM

10. LIGHTING POLES AND ANCHORAGE

11. CURTAIN WALL AND WINDOW SYSTEMS.

DEFFERED APPROVALS

PROJECT DESCRIPTION

THE PROJECT INCLUDES THE CONSTRUCTION OF A 
NEW APPROXIMATELY 32,900 SQUARE FOOT OFFICE 
BUILDING WITH 15,800 SQUARE FOOT PARKING 
GARAGE ON A 1.1-ACRE SITE IN THE DOWNTOWN AREA 
OF THE CITY OF SANTA BARBARA. THE CONSTRUCTION 
TYPE OF THE BUILDING IS A COMBINATION TYPE 1A AT 
LOWEST AT GRADE/ BELOW GRADE LEVEL AND 
SEPARATED BY A CONCRETE POST-TENSIONED SLAB 
WITH A FIRE RATING OF 3 HOURS, TYPE VB AT THE 
UPPER THREE ABOVE GRADE LEVELS, OCCUPANCY OF 
THE BUILDING WILL BE A COMBINATION OF A-3, B AND 
S-2. THE NEW BUILDING WILL SERVE AS A 
HEADQUARTERS OFFICE BUILDING FOR THE SANTA 
BARBARA COUNTY PROBATION DEPARTMENT, 
CURRENTLY LOCATED AT 117 EAST CARRILLO STREET. 
THE PROPOSED NEW BUILDING WILL BE FOUR STORIES 
WITH A LARGE CENTRAL COURTYARD SITUATED IN THE 
MIDDLE OF THE BUILDING. AND WILL CONTAIN PRIVATE 
OFFICES, CLASSROOMS, INTERVIEW ROOMS, AND 
SUPPORT SPACES TO THESE MAIN FUNCTIONS.  
THE REMAINING AREA OF THE SITE WILL BE 
CONFIGURED INTO 49 AT-GRADE COUNTY EMPLOYEE 
PARKING  SPACES ACCESSIBLE FROM GARDEN 
STREET, PASSING UNDER THE PROPOSED BUILDING, 
AND ENCLOSED WITH AUTOMATIC GATES. 25 
SUBTERRANEAN PARKING SPACES WILL BE PROVIDED 
BELOW GRADE, FOR A TOTAL OF 74 ON-SITE SPACES (A 
REDUCTION OF 86 PARKING SPACES FROM THE 
EXISTING USE). 20 BICYCLE PARKING SPACES WILL BE 
PROVIDED IN THE SECURE UNDERGROUND GARAGE. 8 
BICYCLE PARKING SPACES WILL PROVIDED AT THE 
PUBLIC SIDEWALK. APPROXIMATELY 252 kW OF 
PHOTOVOLTAIC SOLAR PANELS WILL BE INSTALLED, 
LOCATED ABOVE THE AT-GRADE PARKING SPACES TO 
PROVIDE CANOPY AND ON THE ROOFTOP OF THE 
PROPOSED BUILDING. 50 Kw OF BATTERY STORAGE 
WILL ALSO BE PROVIDED. VEHICULAR ACCESS TO THE 
PROJECT SITE WILL BE PROVIDED VIA LEFT/RIGHT 
TURN ACCESS ON GARDEN STREET.  
THE PROJECT WILL REMOVE AND REPLACE FOUR ON-
SITE NON-NATIVE TREES AND WILL INCLUDE 
APPROXIMATELY 6,521 SQUARE FEET OF 
UNPAVED/LANDSCAPED AREAS. TO ALLOW FOR 
STORMWATER RETENTION AND CONTROL, THE 
PROJECT WILL INCLUDE NEW STORMWATER 
TREATMENT AREAS AND INSTALLATION OF ON-SITE 
STORMWATER CATCH/FILTRATION BASINS. THE 
PROJECT INCLUDES INSTALLATION OF NEW 
STORMWATER, SEWER, WATER, FIRE WATER, AND 
UTILITY SERVICE CONNECTIONS. 
THE PROJECT REQUIRES DEMOLITION AND REMOVAL 
OF THE EXISTING SURFACE PARKING LOT AND CURBS, 
PARKING KIOSK BUILDING AND TICKET 
STATION/BOLLARDS, AND EXISTING CONCRETE 
SUPPORT WALLS, MEDIANS, AND CURBS.

PROJECT ADDRESS:
1019 GARDEN ST.
SANTA BARBARA, CA 93101

APN:
029-212-011

REFER TO SHEET S-005 FOR SPECIAL INSPECTIONS.

SPECIAL INSPECTIONS

1

1

1

1

1

2

BID DOCUMENTS

bradbury
Image



Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

1        PCC#1               12/19/2023
No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a
ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a

ti
o
n

.r
v
t

T-1.1

SHEET INDEX

895.01

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

CIVIL

GENERAL

SHEET INDEX

ELECTRICAL

E-0.1 ELECTRICAL GENERAL NOTES
E-0.2 ELECTRICAL LEGEND AND ABBREVIATIONS
E-0.3 ELECTRICAL SINGLE LINE DIAGRAM
E-0.4A LIGHTING FIXTURE SCHEDULE (INTERIOR)
E-0.4B LIGHTING FIXTURE SCHEDULE (SITE/EXIT)
E-0.5 SOLAR SYSTEM SINGLE LINE DIAGRAM
E-0.6~E-0.8 PANEL SCHEDULES
E-0.9 MECHANICAL & PLUMBING EQUIPMENT FEEDER 

  SCHEDULE
E-1.0 OVERALL ELECTRICAL EQUIPMENT PLANS
E-2.0~E-2.4 ELECTRICAL DETAILS
ES-1.1.0 OVERALL ELECTRICAL SITE PLAN
E-1.0.0 PRTL GROUND FLR LIGHTING PLAN - AREA A
E-1.0.1 PRTL GROUND FLR LIGHTING PLAN - AREA B
E-1.0.2 PRTL GROUND FLR LIGHTING CONTROLS PLAN - AREA A
E-1.0.3 PRTL GROUND FLR LIGHTING CONTROLS PLAN - AREA B
E-1.0.4 PRTL GROUND FLR POWER PLAN -AREA A
E-1.0.5 PRTL GROUND FLR POWER PLAN -AREA B
E-1.0.6 PRTL GROUND FLR COMMUNICATION PLAN - AREA A
E-1.0.7 PRTL GROUND FLR COMMUNICATION PLAN - AREA B
E-1.0.8 PRTL GROUND FLR MEP CONNECTION PLAN - AREA A
E-1.1.0 PRTL FIRST FLR LIGHTING PLAN - AREA A
E-1.1.1 PRTL FIRST  FLR LIGHTING PLAN - AREA B
E-1.1.2 PRTL FIRST  FLR LIGHTING CONTROLS PLAN - AREA A
E-1.1.3 PRTL FIRST  FLR LIGHTING CONTROLS PLAN - AREA B
E-1.1.4 PRTL FIRST  FLR POWER PLAN - AREA A
E-1.1.5 PRTL FIRST  FLR POWER PLAN - AREA B
E-1.1.6 PRTL FIRST  FLR COMMUNICATION PLAN - AREA A
E-1.1.7 PRTL FIRST  FLR COMMUNICATION PLAN - AREA B
E-1.1.8 PRTL FIRST FLR MEP CONNECTION PLAN - AREA A
E-1.1.9 PRTL FIRST FLR MEP CONNECTION PLAN - AREA B
E-1.2.0 SECOND FLR LIGHTING PLAN
E-1.2.1 SECOND FLR LIGHTING CONTROLS PLAN
E-1.2.2 SECOND FLOOR POWER PLAN 
E-1.2.3 SECOND FLOOR COMMUNICATION PLAN
E-1.2.4 SECOND FLOOR MEP CONNECTION PLAN
E-1.3.0 THIRD FLOOR LIGHTING PLAN
E-1.3.1 THIRD FLOOR LIGHTING CONTROLS PLAN
E-1.3.2 THIRD FLOOR POWER PLAN
E-1.3.3 THIRD FLOOR COMMUNICATION PLAN
E-1.3.4 THIRD FLOOR MEP CONNECTION PLAN
E-1.4.0 ELECTRICAL ROOF PLAN
ET24-0.1~ET24-0.5 ENERGY COMPLIANCE DOCUMENTATION

MECHANICAL

LIGHTING

PH-0.0.0 SITE
PH-1.0.0 GROUND FLOOR LAYOUT
PH-2.0.0 FIRST FLOOR LAYOUT
PH-3.0.0 SECOND FLOOR LAYOUT
PH-4.0.0 THIRD FLOOR LAYOUT
PH-5.0.0 SCHEDULE

ARCHITECTURAL

T-1.0 COVER SHEET

T-1.1 SHEET INDEX

T-2.0 NOTES, ABBREVIATIONS

T-2.1 NOTES

T-3.1 NON-RESIDENTIAL GREEN CODE MANDATORY MEASURES

T-3.2 NON-RESIDENTIAL GREEN CODE MANDATORY MEASURES

T-3.3 NON-RESIDENTIAL GREEN CODE MANDATORY MEASURES

LS-0.1 OVERALL SITE ANALYSIS PLAN

LS-0.2 CODE ANALYSIS GROUND FLOOR

LS-0.3 CODE ANALYSIS FIRST FLOOR

LS-0.4 CODE ANALYSIS SECOND FLOOR

LS-0.5 CODE ANALYSIS THIRD FLOOR

A-4.2.2 WALL SECTIONS

A-4.2.3 WALL SECTIONS

A-4.2.4 WALL SECTIONS

A-4.2.5 WALL SECTIONS

A-4.2.6 WALL SECTIONS

A-4.2.7 WALL SECTIONS

A-6.0.0 INTERIOR ELEVATIONS GROUND FLOOR

A-6.0.1 INTERIOR ELEVATIONS GROUND FLOOR

A-6.1.1 INTERIOR ELEVATIONS FIRST FLOOR

A-6.1.2 INTERIOR ELEVATIONS FIRST FLOOR

A-6.1.3 INTERIOR ELEVATIONS FIRST FLOOR

A-6.1.4 INTERIOR ELEVATIONS FIRST FLOOR

A-6.2.1 INTERIOR ELEVATIONS SECOND FLOOR

A-6.2.2 INTERIOR ELEVATIONS SECOND FLOOR

A-6.2.3 INTERIOR ELEVATIONS SECOND FLOOR

A-6.2.4 INTERIOR ELEVATIONS SECOND FLOOR

A-6.3.1 INTERIOR ELEVATIONS THIRD FLOOR

A-6.3.2 INTERIOR ELEVATIONS THIRD FLOOR

A-7.1.0 DOOR SCHEDULE

A-7.1.1 DOOR SCHEDULE & LEGEND

A-7.2.0 WINDOW SCHEDULE

A-7.2.1 WINDOW TYPES

A-7.2.3 STOREFRONT SCHEDULE

A-7.3.0 INTERIOR FINISH SCHEDULE

A-7.3.1 INTERIOR FINISH SCHEDULE

A-7.3.2 INTERIOR FINISH LEGEND

A-7.4.0 GROUND FLOOR FINISH PLAN

A-7.4.1 FIRST FLOOR FINISH PLAN

A-7.4.2 SECOND FLOOR FINISH PLAN

A-7.4.3 THIRD FLOOR FINISH PLAN

A-8.1.0 GROUND FLOOR FURNITURE PLAN

A-8.1.1 FIRST FLOOR FURNITURE PLAN

A-8.1.2 SECOND FLOOR FURNITURE PLAN

A-8.1.3 THIRD FLOOR FURNITURE PLAN

A-9.0.0 ORTHOGRAPHIC VIEWS

A-9.0.1 ORTHOGRAPHIC VIEWS

AD-0.0 EXTERIOR WALL ASSEMBLIES

AD-0.2 INTERIOR WALL ASSEMBLIES

AD-0.3 INTERIOR WALL ASSEMBLIES

AD-0.4 WALL FINISH ASSEMBLIES

AD-0.5 FLOOR ASSEMBLIES

AD-0.7 HORIZONTAL ASSEMBLIES

AD-1.0 TYPICAL FIRESTOP DETAILS AND FIRE EXTINGUISHER
DETAILS

AD-2.0 FOUNDATION AND FLOOR DETAILS

AD-3.0 TRELLIS DETAILS AND MISCELLANEOUS DETAILS

AD-4.0 WALL DETAILS - EXTERIOR

AD-4.1 TYPICAL WALL DETAILS

AD-4.2 WALL SCREEN DETAILS

AD-4.3 TYPICAL METAL STUD INTERIOR WALL DETAILS

AD-4.5 TYPICAL WOOD STUD INTERIOR WALL DETAILS

AD-5.0 DOOR DETAILS

AD-5.1 DOOR AND WINDOW DETAILS

AD-5.2 EXTERIOR WINDOW AND LOUVER DETAILS

AD-5.3 STOREFRONT DETAILS

AD-6.0 TYPICAL FRAMED CEILING DETAILS

AD-6.1 TYPICAL SUSPENDED WOOD CEILING DETAILS

AD-6.3 TYPICAL SUSPENDED CEILING DETAILS

AD-6.4 SUSPENDED CEILING NOTES

AD-7.0 TILE ROOF DETAILS

AD-7.1 ROOF DETAILS

AD-7.2 ROOF DETAILS

AD-7.3 ROOF DETAILS

AD-7.4 ROOF DETAILS - PLAZA DECK

AD-7.5 ROOF DETAILS - PLAZA DECK AND BALCONY

AD-8.0 CASEWORK DETAILS

AD-9.0 ELEVATOR DETAILS

AD-9.1 STAIR DETAILS - INTERIOR

AD-9.2 STAIR DETAILS - EXTERIOR

AD-10.0 SIGNAGE DETAILS

AD-10.1 SIGNAGE DETAILS

AD-10.2 SIGNAGE SCHEDULE

AD-11.0 TYPICAL ACCESSIBILITY DETAILS

AD-12.0 TYPICAL TILE DETAILS

SECURITY

EY001 TITLE SHEET - SYMBOLS AND GENERAL NOTES
EY100 OVERALL SITE PLAN DEVICE LAYOUT
EY101 GROUND FLOOR PLAN DEVICE LAYOUT
EY102 FIRST FLOOR PLAN DEVICE LAYOUT
EY103 SECOND FLOOR PLAN DEVICE LAYOUT
EY104 THIRD FLOOR PLAN DEVICE LAYOUT
EY105 ROOF PLAN DEVICE LAYOUT
EY500 DOOR DETAILS - 1
EY501 DOOR DETAILS - 2
EY510 CAMERA DETAILS
EY511 CAMERA DETAILS
EY520 MISCELLANEOUS DETAILS
EY521 MISCELLANEOUS DETAILS
EY531 VSS TYP. COMPONENT CONNECTIVITY DIAGRAM

LANDSCAPE
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ENLARGEMENT
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LI-6.0 LANDSCAPE IRRIGATION DETAILS
LI-7.0 LANDSCAPE IRRIGATION DETAILS
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PLUMBING
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P-0.0.1 PLUMBING DETAILS
P-0.0.2 PLUMBING DETAILS & CALCS.
P-0.0.3 PLUMBING DWV SCHEMATIC DIAGRAM
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P-0.0.5 PLUMBING SPECIFICATIONS
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ABBREVIATIONS
WALKS AND SIDEWALKS

1. CONTINUOUS SURFACE: WALKS & SIDEWALKS SUBJECT TO THESE 
REGULATIONS SHALL HAVE A CONTINUOUS COMMON SURFACE, 
NOT INTERRUPTED BY STEPS OR BY ABRUPT CHANGES IN LEVEL 
EXCEEDING 1/2 INCH & SHALL BE A MINIMUM OF 48 INCHES IN 
WIDTH. 1/2" CHANGE IN ELEVATION SHALL BE BEVELED 1:2 WITH 1/4" 
MAXIMUM VERTICAL. SURFACES SHALL BE SLIP-RESISTANT AS 
FOLLOWS:  (SECTION 11B-403.2)
1. SLOPES LESS THAN 6 PERCENT: SURFACES WITH A SLOPE OF 

LESS THAN 6 PERCENT GRADIENT SHALL BE AT LEAST AS SLIP-
RESISTANT AS DESCRIBED FOR A MEDIUM SALTED (MEDIUM 
BROOM) FINISH.

2. SLOPES 6 PERCENT OR GREATER: SURFACES WITH A SLOPE 
GREATER THAN 6 PERCENT GRADIENT SHALL BE SLIP-
RESISTANT.

3. SURFACE CROSS-SLOPES: SURFACE CROSS-SLOPES SHALL NOT 
EXCEED 2%.

2. GRATINGS: WALKS, SIDEWALKS AND PEDESTRIAN WAYS SHALL BE 
FREE OF GRATINGS WHENEVER POSSIBLE. FOR GRATINGS 
LOCATED IN THE SURFACE OF ANY OF THESE AREAS, GRID 
OPENINGS IN GRATINGS SHALL BE LIMITED TO 1/2 INCH (13 MM) IN 
THE DIRECTION OF TRAFFIC FLOW. (SECTION 11B-302.3)

3. CHANGES IN LEVEL: ABRUPT CHANGES IN LEVEL ALONG ANY 
ACCESSIBLE ROUTE SHALL NOT EXCEED 1/2 INCH. WHEN CHANGES 
IN LEVEL DO OCCUR, THEY SHALL BE BEVELED WITH A SLOPE NO 
GREATER THAN 1 UNIT VERTICAL IN 2 UNITS HORIZONTAL, EXCEPT 
THAT LEVEL CHANGES NOT EXCEEDING 1/4 INCH MAY BE VERTICAL.  
WHEN CHANGES IN LEVELS GREATER THAN 1/2 INCH ARE 
NECESSARY THEY SHALL COMPLY WITH THE REQUIREMENTS FOR 
CURB RAMPS.  (SECTION 11B-403.4)

4. WARNING CURBS: ABRUPT CHANGES IN LEVEL, EXCEPT BETWEEN A 
WALK OR SIDEWALK AND AN ADJACENT STREET OR DRIVEWAY, 
EXCEEDING 4 INCHES IN A VERTICAL DIMENSION, SUCH AS AT 
PLANTERS OR FOUNDATIONS LOCATED IN OR ADJACENT TO WALKS, 
SIDEWALKS OR OTHER PEDESTRIAN WAYS, SHALL BE IDENTIFIED BY 
CURBS PROJECTING AT LEAST 6 INCHES IN HEIGHT ABOVE THE 
WALK  OR SIDEWALK SURFACE TO WARN THE BLIND OF A 
POTENTIAL DROP OFF. WHEN A GUARDRAIL OR HANDRAIL IS 
PROVIDED, NO CURB IS REQUIRED WHEN A GUIDE RAIL IS PROVIDED 
CENTERED 3 INCHES PLUS OR MINUS 1 INCH ABOVE THE SURFACE 
OF THE WALK OR SIDEWALK, THE WALK IS 5 PERCENT OR LESS 
GRADIENT OR NO ADJACENT HAZARD EXISTS. (SECTION 11B-303.5)

5. PROVIDE A 60" X 60" LEVEL AREA WHERE A DOOR (OR GATE) 
SWINGS TOWARD THE WALK IN THE ACCESSIBLE ROUTE OF 
TRAVEL.  EXTEND WALK A MINIMUM 24" BEYOND THE STRIKE EDGE 
OF ANY DOOR (OR GATE) THAT SWINGS TOWARDS THE WALK.

6. WALKS WITH CONTINUOUS GRADIENTS SHALL BE PROVIDED WITH 
LEVEL AREAS A MINIMUM 5'-0" LONG AT INTERVALS OF 400'-0"  
MAXIMUM PER SECTION 11B-403.7.

7. A 36" WIDE DETECTABLE WARNING MATERIAL SHALL BE PROVIDED 
AT BOUNDARIES BETWEEN WALKWAYS AND VEHICULAR WAYS. 
MATERIAL SHALL COMPLY WITH CRITERIA OF SECTIONS 
11B-705.1.1.1 THROUGH 11B-705.1.2.5

8. COLOR YELLOW FOR DETECTABLE WARNING SURFACE SHALL 
CONFORM TO COLOR NO. 33538 PER FEDERAL STANDARD NO. 595C.  
CBC SECTIONS 11B-705.2.

9. PROVIDE MINIMUM 5 YEAR WARRANTY FOR DETECTABLE WARNING 
SURFACE.

STAIRWAYS

1. STRIPING FOR THE VISUALLY IMPAIRED:  THE UPPER APPROACH & 
THE LOWER TREAD OF EACH INTERIOR STAIR SHALL BE MARKED BY 
A STRIP OF CLEARLY CONTRASTING COLOR AT LEAST 2 INCHES 
WIDE PLACED PARALLEL TO & CLOSE TO (NOT MORE THAN 1 INCH 
FROM) THE NOSE OF THE STEP OR LANDING TO ALERT THE 
VISUALLY IMPAIRED. THE STRIP SHALL BE OF MATERIAL THAT IS AT 
LEAST AS SLIP-RESISTANT AS THE OTHER TREADS OF THE STAIR.

ACCESS COMPLIANCE NOTES ACCESS COMPLIANCE NOTES

PEDESTRIAN RAMPS

1. THE ALLOWABLE CROSS SLOPE AT PEDESTRIAN RAMPS SHALL BE 
1/4 INCH PER FOOT (2%) MAXIMUM, PER SECTION 11B-405.3.

2. RAMP SURFACES SHALL BE SLIP-RESISTANT.
3. RAMPS SHALL HAVE A MINIMUM WIDTH OF 48 INCHES, PER 

SECTION 11B-405.5. WHERE A RAMP SERVES A BUILDING HAVING 
AN OCCUPANT LOAD OF 300 OR MORE, THE MINIMUM CLEAR WIDTH 
SHALL BE 60 INCHES.

4. REQUIRED LANDINGS AT THE TOP AND BOTTOM OF RAMPS, PER 
SECTION 11B-405.7:
A. THE BOTTOM LANDING SHALL BE GREATER OR EQUAL TO 72" IN 

THE DIRECTION OF TRAVEL.
B. THE TOP LANDING SHALL BE A MINIMUM OF 60" X 60".
C. WHERE THE CHANGE IN ELEVATION IS GREATER THAN 30”, 

PROVIDE INTERMEDIATE LANDING PER SECTION 11B-405.6. 
RAMPS THAT CHANGE DIRECTIONS SHALL HAVE A LANDING OF 
60" WIDE X 72" MINIMUM IN THE DIRECTION OF UPPER RAMP 
RUN. PROVIDE A LANDING OF 60" IN THE DIRECTION OF RAMP 
RUN AT INTERMEDIATE LANDINGS WHERE RAMP DOES NOT 
CHANGE DIRECTION.

A. WHERE STAIRWAYS OCCUR OUTSIDE A BUILDING, THE UPPER 
APPROACH AND ALL TREADS SHALL BE MARKED BY A STRIP OF 
CLEARLY CONTRASTING COLOR AT LEAST 2 INCHES WIDE AND 
PLACED PARALLEL TO AND NOT MORE THAN 1 INCH FROM THE 
NOSE OF THE STEP OR LANDING TO ALERT THE VISUALLY 
IMPAIRED. THE STRIP SHALL BE OF A MATERIAL THAT IS AT 
LEAST AS SLIP-RESISTANT AS THE OTHER TREADS OF THE 
STAIR.  (SECTION 11B-504.4.1)

2. TREADS: ALL TREAD SURFACES SHALL BE SLIP-RESISTANT. IF 
OUTDOORS, THE STAIR AND THEIR APPROACHES SHALL BE 
DESIGNED SO THAT WATER WILL NOT ACCUMULATE ON WALKING 
SURFACES.  TREADS SHALL HAVE SMOOTH, ROUNDED OR 
CHAMFERED EXPOSED EDGES, AND NO ABRUPT EDGES AT THE 
NOSING (LOWER FRONT EDGE). (SECTION 11B-504.4)

3. STAIRWAY RISER SHALL BE 4" MINIMUM AND 7" MAXIMUM, AND 
MINIMUM RUN SHALL BE 11". (SECTION 1009.7.2).

4. OPEN RISERS ARE NOT PERMITTED

DEMOLITION NOTES
1. IDENTIFY ALL DAMAGED ELEMENTS DESIGNATED TO REMAIN OR BE 

RELOCATED.  REQUEST CLARIFICATION FROM THE ARCHITECT 
BEFORE PROCEEDING WITH DEMOLITION WORK.

2. GENERAL CONTRACTOR IS RESPONSIBLE FOR REVIEWING AND 
VERIFYING DEMOLITION PLANS IN RELATION TO STRUCTURAL AND 
CONSTRUCTION DRAWINGS.  CONTRACTOR SHALL VERIFY AND 
COORDINATE THE EXTENT OF DEMOLITION WORK WITH NEW WORK. 
THE ARCHITECT SHALL BE NOTIFIED OF ANY AND ALL CONFLICTS, 
DISCREPANCIES OR PROBLEMS.

3. REFER TO CIVIL, MECHANICAL, PLUMBING, AND ELECTRICAL 
DEMOLITION PLANS FOR ADDITIONAL WORK.

4. THE CONTRACTOR SHALL VERIFY LOCATION OF ALL UTILITIES PRIOR 
TO DEMOLITION.  THE CONTRACTOR SHALL BEWARE OF POTENTIAL 
HAZARDS FROM DEMOLITION WORK NEAR UTILITIES.  PIPES AND 
CONDUIT ENCOUNTERED IN DEMOLISHED PARTITIONS AND AREAS 
WHICH ARE TO REMAIN IN USE SHALL BE RE-ROUTED AND 
CONCEALED.  THOSE WHICH ARE TO BE ABANDONED SHALL BE 
CAPPED AND CONCEALED IN FLOOR, WALL OR CEILING.

5. BRACE AND SUPPORT EXISTING WORK PRIOR TO AND DURING 
DEMOLITION AND NEW WORK, AND UNTIL SAFE TO REMOVE SUCH 
BRACING AND SUPPORTS.  THE CONTRACTOR IS RESPONSIBLE FOR 
ALL STRUCTURAL SHORING DESIGN AND CALCULATIONS.

6. THE CONTRACTOR SHALL PERFORM ALL DEMOLITION WORK 
REQUIRED INCLUDING THE REMOVAL AND PROPER DISPOSAL OF ALL 
DEBRIS, BROKEN CONCRETE, ETC., FROM THE SITE.  PROPER 
SHORING SHALL BE EXECUTED FOR THE SAFETY OF THE 
STRUCTURE AND WORKMEN.  

7. THE OWNER SHALL HAVE FIRST RIGHTS OF REFUSAL FOR ALL 
DEMOLISHED MATERIALS.

8. THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL DAMAGE 
RESULTING FROM DEMOLITION AT NO ADDITIONAL COST TO THE 
OWNER.  THE GENERAL CONTRACTOR SHALL BE EXTREMELY 
CAREFUL TO PROTECT AND NOT TO DAMAGE ANY PORTION OF 
EXISTING INSTALLATION NOT BEING REMOVED.  ANY EXISTING 
FACILITIES INDICATED TO REMAIN WHICH ARE SO DAMAGED SHALL 
BE REPLACED EQUAL TO ORIGINAL CONDITION AND TO THE 
SATISFACTION OF THE OWNER.

9. CUT EXISTING PORTIONS OF WALLS, FLOORS, CEILINGS, ETC., 
WHERE INDICATED AND AS NECESSARY FOR NEW WORK.  UNLESS 
SPECIFICALLY SHOWN ON THESE PLANS, NO STRUCTURAL MEMBER 
SHALL BE CUT, NEITHER DRILLED NOR NOTCHED, WITHOUT PRIOR 
WRITTEN AUTHORIZATION FROM THE STRUCTURAL ENGINEER, THE 
ARCHITECT AND THE AUTHORITY HAVING JURISDICTION.  

10. THE CONTRACTOR SHALL COMPLY WITH CFC CH 33 - FIRE SAFETY 
DURING CONSTRUCTION AND DEMOLITION.

11. ALL TRADES CONCERNED SHALL COORDINATE EACH OTHER'S 
WORKS PRIOR TO AND DURING DEMOLITION.

12. ANY PROJECTING OR SURFACE-MOUNTED ITEMS BEING ABANDONED 
SHALL BE REMOVED, CAPPED AND CONCEALED BEHIND FINISHED 
SURFACES, UNLESS OTHERWISE NOTED.  PATCH AND FINISH TO 
MATCH EXISTING ADJACENT SURFACE.

13. ALL EQUIPMENT AND MATERIAL WHICH ARE IN OPERATING 
CONDITION WHEN REMOVED SHALL BE MAINTAINED AS SUCH AND 
RETURNED TO THE OWNER OR TO BE REINSTALLED WHERE 
INDICATED.  PROPERLY RECONNECT EQUIPMENT TO RESUME 
OPERATION.

14. DEMOLISH AND REMOVE WALLS, CEILINGS AND ALL OTHER ITEMS 
AND EQUIPMENT NOT REQUIRED TO REMAIN OR TO BE REUSED, 
SUCH AS, BUT NOT LIMITED TO, DOORS, BUCKS, MOLDINGS AND 
WALL COVERINGS, INCLUDING ITEMS WHICH MAY BE REASONABLY 
INFERRED AS NECESSARY TO PROPERLY PREPARE FOR THE 
EXECUTION AND INSTALLATION OF THE NEW WORK.  REMOVE 
EXCESS DOORS, BUCKS, HARDWARE, LIGHTING FIXTURES, 
ELECTRICAL FITTINGS, CARPETS AND OTHER SALVAGEABLE 
MATERIAL TO BE STORED, RECYCLED, OR DISPOSED OF AS 
DIRECTED BY THE OWNER.

15. ALL TRENCHING OPERATIONS SHALL BE PERFORMED WITH A 
SPOTTER.  

GENERAL NOTES
1. THE PROJECT MANUAL ISSUED AS PART OF THESE CONSTRUCTION 

DOCUMENTS IS AN INTEGRAL PART OF THE CONTRACT DOCUMENTS.
2. THE CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING THAT 

ALL WORKMANSHIP, MATERIALS AND CONSTRUCTION SHALL BE IN 
COMPLIANCE WITH THE APPLICABLE CODES AND FEDERAL 
REQUIREMENTS AND REGULATIONS.

3. THE CONTRACTOR SHALL VISIT THE SITE AND VERIFY ALL 
DIMENSIONS PRIOR TO SUBMITTING A BID.  THE CONTRACTOR IS 
ALSO RESPONSIBLE FOR OBTAINING ALL REQUIRED PERMITS.

4. THE CONTRACTOR SHALL VERIFY ALL EXISTING CONDITIONS, 
GRADES, ELEVATIONS AND DIMENSIONS BEFORE STARTING WORK.  
THE ARCHITECT SHALL BE NOTIFIED IMMEDIATELY OF ANY 
DISCREPANCY OR INCONSISTENCY.

5. THE CONTRACTOR SHALL DETERMINE THE LOCATION OF ALL 
EXISTING UTILITY SERVICES IN THE AREA TO BE EXCAVATED PRIOR 
TO THE BEGINNING OF EXCAVATION. THE CONTRACTOR SHALL 
PROTECT ALL UTILITY LINES AND SERVICE LINES TO REMAIN WHICH 
ARE ENCOUNTERED DURING CONSTRUCTION.

6. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 
ENFORCEMENT OF FEDERAL AND STATE OF CALIFORNIA 
OCCUPATIONAL SAFETY AND HEALTH ADMINISTRATION 
REQUIREMENTS AND REGULATIONS.

7. DO NOT SCALE ANY DRAWINGS IN THIS SET.
8. ALL DIMENSIONS SHALL TAKE PRECEDENCE OVER SCALE SHOWN 

ON PLANS, SECTIONS AND DETAILS.  SPECIFIC NOTES AND DETAILS 
SHALL TAKE PRECEDENCE OVER GENERAL NOTES AND TYPICAL 
DETAILS.

9. SPECIFICATIONS SHALL TAKE PRECEDENCE OVER THE MATERIAL 
NOTES AND DRAWINGS.

10. ALL OMISSIONS AND CONFLICTS BETWEEN THE VARIOUS ELEMENTS 
OF THE WORKING DRAWINGS AND/OR SPECIFICATIONS SHALL BE 
BROUGHT TO THE ATTENTION OF THE ARCHITECT IMMEDIATELY 
BEFORE PROCEEDING WITH ANY WORK SO INVOLVED.   NO 
CHANGES ARE TO BE MADE UNLESS THE ARCHITECT AND THE 
OWNER ARE NOTIFIED IN WRITING AND APPROVE SUCH A CHANGE 
ACCORDING TO THE CONTRACT.

11. PROVIDE BACKING AT ALL INDICATED LOCATIONS OF FIXTURES, 
SIGNS, HANDRAILS, ETC. 

12. DURING CONSTRUCTION PERIOD, CONSTRUCTION MATERIALS SHALL 
BE SPREAD OUT IF PLACED ON FRAMED FLOORS OR ROOF.  THE 
LOAD SHALL NOT EXCEED THE DESIGN LIVE LOADS FOR EACH 
PARTICULAR LEVEL.

13. TRADE NAMES & MANUFACTURERS REFERRED TO ARE FOR QUALITY 
STANDARDS ONLY.  SUBSTITUTIONS WILL BE PERMITTED AS 
APPROVED BY THE OWNER & THE ARCHITECT ONLY UPON 
SUBMITTAL, & FOR A LIMITED PERIOD.

14. ITEMS SHOWN AS N.I.C. ON PLANS MAY REQUIRE SEPARATE 
SUBMITTALS, APPROVALS AND PERMITS. INSTALLING CONTRACTOR 
IS RESPONSIBLE FOR OBTAINING PERMITS FOR SUCH ITEMS.

15. CONTRACTOR SHALL VERIFY MINIMUM 2% SITE DRAINAGE TO 
DRAINAGE INLETS.  EXCEPTION:  CROSS SLOPE OF ACCESSIBLE 
PATH OF TRAVEL SHALL BE 2% MAXIMUM.

16. CONTRACTOR SHALL ENSURE ALL FLOOR FINISH MATERIALS WILL 
BE FLUSH WITH ADJACENT WALKING SURFACES.

17. CONTRACTOR SHALL ENSURE ALL FINISH MATERIALS WILL BE FLUSH 
WHERE NEW FINISH SURFACE MATERIALS JOIN EXISTING TO 
PROVIDE SMOOTH TRANSITION.

18. SAFETY GLAZING IN HAZARDOUS LOCATIONS SUCH AS GLASS 
DOORS, GLAZING ADJACENT TO SUCH DOORS AND GLAZING 
ADJACENT TO WALKWAY SURFACES TO COMPLY WITH SECTIONS 
2406 AND 2406.4. OF THE CBC, APPLICABLE EDITION.

19. DOORS SHOULD NOT PROJECT MORE THAN 7 INCHES INTO THE 
REQUIRED CORRIDOR WIDTH WHEN FULLY OPENED OR MORE THAN 
ONE-HALF INTO THE REQUIRED CORRIDOR WIDTH WHEN IN ANY 
POSITION.

GENERAL NOTES CONTINUED
20. CONTRACTOR ACKNOWLEDGES THAT DRAWINGS ARE 

DIAGRAMMATIC IN NATURE AND ARE TO REPRESENT THE INTENT 
OF THE WORK TO BE ACCOMPLISHED.  CONTRACTOR IS TO 
INSTALL MATERIALS AND SYSTEMS WITH EXPERIENCED SKILLED 
CRAFTSMEN WHO WILL BE RESPONSIBLE FOR THE INTEGRITY OF 
THEIR RESPECTIVE WORK.  NOT EVERY DETAIL OF EACH 
CONDITION IS DRAWN.  CONTRACTOR AND SUB-CONTRACTOR 
ARE RESPONSIBLE FOR COMPLETE WORKMANLIKE INSTALLATION 
OF ALL MATERIALS AND SYSTEMS AND WILL NEED TO PROVIDE 
ADDITIONAL DETAILS FOR INSTALLATION BASED ON GENERAL 
INFORMATION SHOWN.  FOR INSTANCE, NOT EVERY 
WATERPROOFING OR FLASHING DETAIL FOR EVERY CONDITION 
IS SHOWN.  CONTRACTOR IS TO PROVIDE DETAILS AND 
INSTALLATION FOR A COMPLETE WATERTIGHT INSTALLATION.

21. THE INTENT OF THESE DRAWINGS AND SPECIFICATIONS IS THAT 
THE WORK IS TO BE IN ACCORDANCE WITH TITLE 24, CALIFORNIA 
CODE OF REGULATIONS. SHOULD ANY EXISTING CONDITION NOT 
COVERED BY THE CONTRACT DOCUMENTS SUCH AS 
DETERIORATION OR NON-COMPLYING CONSTRUCTION BE 
DISCOVERED, A COST PROPOSAL TO CORRECT THE WORK SHALL 
BE SUBMITTED TO THE OWNERS REPRESENTATIVE.

22. A GEOTECHNICAL REPORT HAS BEEN PREPARED FOR THIS 
PROJECT AND IS AVAILABLE FOR THE CONTRACTOR'S REVIEW. 

23. CHANGES TO THE APPROVED DRAWINGS AND SPECIFICATIONS 
SHALL BE MADE BY AN ADDENDUM OR A CONSTRUCTION 
CHANGE DOCUMENT APPROVED BY THE AUTHORITY HAVING 
JURISDICTION.

24. GRADING PLANS, DRAINAGE IMPROVEMENTS, ROAD AND ACCESS 
REQUIREMENTS AND ENVIRONMENTAL HEALTH 
CONSIDERATIONS SHALL COMPLY WITH ALL LOCAL ORDINANCES.

25. THE FINISH SURFACE OUTSIDE EVERY EXTERIOR DOOR SHALL 
SLOPE NO MORE THAN 2% IN ANY DIRECTION IN THE AREA 
EXTENDING 66” IN FRONT OF THE DOOR AND 30” ON EACH SIDE

26. PROJECT INSPECTOR EMPLOYED BY THE OWNER SHALL 
PROVIDE INSPECTION OF THE WORK, THE DUTIES OF THE 
INSPECTOR ARE DEFINED IN THE CBC.  A TESTING LABORATORY 
DIRECTLY EMPLOYED BY THE OWNER SHALL CONDUCT ALL THE 
REQUIRED TESTS AND INSPECTIONS FOR THE PROJECT.

27. WHERE WELDING GALVANIZED STEEL, REMOVE GALVANIZATION 
IN AREA OF WELD THEN COLD GALVANIZE AND PAINT THE AREA 
PER SPECIFICATIONS AFTER WELDING.

28. FOR WELDS FROM STAINLESS STEEL TO STAINLESS STEEL, USE 
ELECTRODE E316L. FOR WELDS FROM STAINLESS STEEL TO 
CARBON STEEL, USE ELECTRODE E309.

FIRE DEPARTMENT NOTES
1. COMPLY WITH CFC SECTIONS 901.1-901.2.1 & 901.4 - 901.6.2.1
2. ALL EXIT DOORS SHALL BE OPENABLE FROM THE INSIDE WITHOUT 

THE USE OF A KEY OR ANY SPECIAL KNOWLEDGE OR EFFORT.  NO 
DEADBOLTS, NO SLIDING BOLTS, ETC.

3. BUILDING OCCUPANT TO SECURE ALL PERMITS REQUIRED BY THE 
FIRE DEPARTMENT FROM THE FIRE PREVENTION BUREAU PRIOR 
TO OCCUPYING THESE BUILDINGS.

4. PLANS FOR ALL FIXED FIRE PROTECTION EQUIPMENT AND FIRE 
ALARM SYSTEM SHALL BE SUBMITTED BY CONTRACTOR TO THE 
AUTHORITY HOLDING JURISDICTION FOR APPROVAL PRIOR TO 
INSTALLATION.

5. INTERIOR FINISHES SHALL COMPLY WITH THE REQUIREMENTS OF 
CHAPTER 8,
CALIFORNIA BUILDING CODE, 2022 EDITION.

6. ALL DECORATIVE MATERIALS SHALL BE MAINTAINED IN A FLAME-
RETARDANT
CONDITION.  (C.C.R. T-19, SEC. 1.14, 3.08, 3.21, AND C.F.C. SEC. 807)

7. THE CONSTRUCTION, REMODEL, OR DEMOLITION OF A BUILDING 
SHALL COMPLY WITH CFC CHAPTER 14 AND CBC CHAPTER 33.

8. FIRE HYDRANTS SHALL COMPLY WITH FIRE DEPARTMENT 
REQUIREMENTS FOR ON SITE FIRE HYDRANTS, CFC SECTION 507.5 
AND APPENDICES BB AND CC.

9. CONTRACTOR SHALL PROVIDE PROPER FIRE TRUCK ACCESS AND 
FIRE EXITS DURING CONSTRUCTION AT ALL TIMES.
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Dust Control Measures 
During construction the applicant shall implement all of the applicable measures 
from the following list as standard dust control measures to avoid impacts 
associated with fugitive dust emissions: 
a. Use water trucks or sprinkler systems to keep all areas of vehicle movement 
damp enough to prevent dust from leaving the site. At a minimum, this should 
include wetting down such areas in the late morning and after work is completed 
for the day. Increased watering frequency should be required whenever the wind 
speed exceeds 15 mph. Reclaimed water should be used whenever possible. 
However, reclaimed water should not be used in or around crops for human 
consumption. 
b. Minimize amount of disturbed area and reduce on site vehicle speeds to 15  
mph or less. 
c. If importation, exportation and stockpiling of fill material is involved, soil 
stockpiled for more than two days shall be covered, kept moist, or treated with 
soil binders to prevent dust generation. Trucks transporting fill material to and 
from the site shall be tarped from the point of origin.  
d. Gravel pads shall be installed at all access points to prevent tracking of mud 
onto public roads. 
e. After clearing, grading, earth moving or excavation is completed, treat the 
disturbed area by watering, or revegetating, or by spreading soil binders until the 
area is paved or otherwise developed so that dust generation will not occur. 
f. The contractor or builder shall designate a person or persons to monitor the 
dust control program and to order increased watering, as necessary, to prevent 
transport of dust offsite. Their duties shall include holiday and weekend periods 
when work may not be in progress. The name and telephone number of such 
persons shall be provided to the APCD prior to land use clearance for map 
recordation and land use clearance for finish grading of the structure. 
Equipment Emissions Control Measures 
During project grading and construction the applicant shall adhere to the 
following measures to reduce NOX and PM2.5 emissions from construction 
equipment: 
a. All portable diesel-powered construction equipment shall be registered with 
the state’s portable equipment registration program OR shall obtain an APCD 
permit. 
b. Fleet owners of mobile construction equipment are subject to the CARB 
Regulation for In-use Off-road Diesel Vehicles (Title 13 California Code of 
Regulations, Chapter 9, § 2449), the purpose of which is to reduce diesel PM 
and criteria pollutant emissions from in-use (existing) off-road diesel-fueled 
vehicles. For more information, please refer to the CARB website at 
www.arb.ca.gov/msprog/ordiesel/ordiesel.htm. 
c. All commercial diesel vehicles are subject to Title 13, § 2485 of the California 
Code of Regulations, limiting engine idling time. Idling of heavy-duty diesel 
construction equipment and trucks during loading and unloading shall be limited 
to five minutes; electric auxiliary power units should be used whenever possible.
d. Diesel construction equipment meeting the CARB Tier 1 emission standards 
for off-road heavy-duty diesel engines shall be used. Equipment meeting CARB 
Tier 2 or higher emission standards should be used to the maximum extent 
feasible.  
e. Diesel powered equipment should be replaced by electric equipment 
whenever feasible. 
f. If feasible, diesel construction equipment shall be equipped with selective 
catalytic reduction systems, diesel oxidation catalysts and diesel particulate filters 
as certified and/or verified by EPA or California.  
g. Catalytic converters shall be installed on gasoline-powered equipment, if 
feasible. 
h. All construction equipment shall be maintained in tune per the manufacturer’s 
specifications. 
i. The engine size of construction equipment shall be the minimum practical size. 
j. The number of construction equipment operating simultaneously shall be 
minimized through efficient management practices to ensure that the smallest 
practical number is operating at any one time. 

Fugitive Dust Control 
The project applicant shall comply with SBCAPCD’s Rule 345: Control of Fugitive 
Dust from Construction and Demolition Activities including all applicable 
standards and measures therein. 
Diesel-fired Engine Permits 
All portable diesel-fired construction engines rated at 50 brake horsepower (bhp) 
or greater must have either statewide Portable Equipment Registration Program 
(PERP) certificates or SBCAPCD permits prior to grading/building permit 
issuance. Construction engines with PERP certificates are exempt from 
SBCAPCD permit, provided they will be onsite for less than 12 months. 
Permit to Operate 
If contaminated soils are found at the project site, SBCAPCD must be contacted 
to determine if ATC and/or Permit to Operate permits shall be required. 
(SBCAPCD permits are required for all soil vapor extraction activities. SBCAPCD 
permits are also required for the excavation, or “dig-and-haul”, of more than 
1,000 cubic yards of contaminated soils.)
Equipment Idling Requirements 
At all times, idling of heavy-duty diesel trucks should be minimized; auxiliary 
power units should be used whenever possible. State law requires that: 

- Drivers of diesel-fueled commercial vehicles shall not idle the vehicle's 
primary diesel engine for 
greater than five minutes at any location. 

- Drivers of diesel-fueled commercial vehicles shall not idle a diesel-fueled 
auxiliary power system (APS) for more than five minutes to power a heater, air 
conditioner, or any ancillary equipment on the vehicle. Trucks with 2007 or newer 
model year engines must meet additional requirements (verified clean APS label 
required). 

See www.arb.ca.gov/noidle for more information. 
Asphalt Paving Requirements 
Asphalt paving activities shall comply with APCD Rule 329, Cutback and 
Emulsified Asphalt Paving Materials. 
Compliance with applicable SBCAPCD construction dust and equipment 
emissions control measures would further reduce air pollutant and dust 
emissions during project construction. The project would not generate excessive 
dust because these measures would reduce fugitive dust impacts. Therefore, 
these impacts would be less than significant. 

MITIGATION NOTES
Mitigation and Residual Impact:
MM.BIO-1: Nesting Bird Surveys. To avoid disturbance of nesting birds, 
including raptorial species, protected by the Federal Migratory Bird Treaty Act 
(MBTA) and Sections 3503, 3503.5, and 3513 of the California Fish and Game 
Code (CFGC), the removal of trees, ground disturbance, and exterior 
construction activities shall occur outside of the bird nesting season (February 1 
through August 31 whenever feasible. If these activities must occur during the 
bird nesting season, then a pre-construction nesting bird survey shall be 
performed by a County qualified biologist.
If required, pre-construction surveys for nesting birds shall occur within the area 
to be disturbed and shall extend outward from the disturbance area by 100 feet. 
The distance surveyed from the disturbance may be reduced if property 
boundaries render a 100-foot survey radius infeasible, or if existing disturbance 
levels within the 100-foot radius (such as from a major street or highway) are 
such that the County-qualified biologist determines project-related activities 
would not disturb nesting birds in those outlying areas. If any occupied or active 
bird nests are found, a buffer shall be established and demarcated by the 
biologist with bright orange construction fencing, flagging, construction lathe, or 
other means to mark the boundary. The buffer shall be 100 feet for non-raptors 
and 300 feet for raptors, unless otherwise determined by the County-qualified 
biologist and approved by P&D. Buffer reductions shall be based on the known 
natural history traits of the bird species, nest location, nest height, existing pre-
construction level of disturbance in the vicinity of the nest, and proposed 
construction activities. All construction personnel shall be notified as to the 
location of the buffer zone and to avoid entering the buffer zone during the 
nesting season. No ground disturbing activities or tree removal shall occur within 
this buffer until the County-qualified biologist has confirmed that nesting is 
completed, the young have fledged and are no longer dependent on the nest, or 
the nest fails, and there is no evidence of a second nesting attempt; thereby 
determining the nest unoccupied or inactive. If birds protected under MBTA or 
CFGC are found to be nesting in construction equipment, that equipment shall 
not be used until the young have fledged and are no longer dependent on the 
nest, and there is no evidence of a second nesting attempt.

If construction must begin within the nesting season, then the 
pre-construction nesting bird survey shall be conducted no more than one week 
(7 days) prior to commencement of tree removal, grading, or other construction 
activities. Active nests shall be monitored by the biologist at a minimum of once 
per week until it has been determined that the nest is no longer being used 
by either the young or adults, and there is no evidence of a second nesting 
attempt. Bird survey results and buffer recommendations shall be submitted to 
County P&D for review and approval prior to commencement of grading or 
construction activities. The qualified biologist shall prepare weekly monitoring 
reports, which shall document nest locations, nest status, actions taken to avoid 
impacts, and any necessary corrective actions taken. Active nest locations shall 
be marked on an aerial map and provided to the construction crew on a weekly 
basis after each survey is conducted. Active nests shall not be removed without 
written authorization from USFWS and CDFW. MONITORING:P&D shall be 
given the name and contact information for the biologist prior to initiation of the 
pre-construction survey. Permit Compliance and P&D staff shall review the 
survey report(s) for compliance with this condition prior to the commencement of 
ground-disturbing activities and perform site inspections throughout the 
construction period to verify compliance in the field. 
Implementation of Mitigation Measure BIO-1 would ensure no nesting birds are 
adversely affected during construction activities. Residual impacts would be less 
than significant.

MM CR-1: Extended Phase I Archaeological Study.
Prior to issuance of a grading permit and/or excavation activities, but after 
demolition and removal activities are completed and subsurface soils are 
exposed, an Extended Phase I (XPI) archaeological testing program shall be 
performed to determine the presence or absence of archaeological deposits at 
the project site. The XPI may include mechanical backhoe trenching; use of a 
backhoe will allow for an efficient examination of the soil profile and an 
assessment of the potential for buried archaeological deposits to be present. 
This study shall be conducted under the direction of a qualified archaeologist on 
the County’s “pre-approved consultants list” and in accordance with the County 
Archaeological Guidelines. XPI testing should be observed by a Native American 
monitor. An XPI conducted prior to project construction could reduce potential 
delays caused by unanticipated finds during construction by informing the 
applicant of the types of resources that may exist on the property. Should a 
subsurface archaeological resource be found during the XPI, impacts to the 
resource shall be avoided and preserved in place through project redesign. 
Avoidance and preservation in place may include capping the resources with fill 
soil. If project redesign is not feasible and impacts to the resource cannot be 
avoided, a Phase II significance evaluation shall be performed to determine if the 
resource is eligible for the CRHR and/or the NRHP. A qualified archaeologist 
shall prepare a Phase II work plan for review and approval by the County. The 
Phase II work plan shall address the archaeological excavation, analysis of 
recovered materials, and report preparation necessary to evaluate the 
significance of the resource. If the Phase II significance evaluation determines 
the resource is eligible for the CRHR and/or the NRHP and is considered a 
significant resource, and impacts to the resource cannot be avoided, 
then a Phase III data recovery excavation shall be conducted to mitigate impacts 
to the resource. A qualified archaeologist shall prepare a Phase III work 
plan/research design for review and approval by the County.  The Phase III work 
plan/research design shall address the archaeological excavation, analysis of 
recovered materials to answer specific research questions, and technical report 
preparation necessary to recover, analyze, and interpret the archaeological data 
associated with the portion(s) of the resources impacted by the project.
MONITORING: P&D permit processing planner shall verify an XPI is performed 
prior to issuance of a grading permit and/or excavation activities, but after 
demolition and removal activities are performed. P&D permit processing planner 
shall check plans prior to issuance of Land Use Permit to confirm the Stop Work 
at Encounter procedure is listed. 

MM CR-2: Unanticipated Discovery of Cultural Resources. Subsequent to 
completion of the XPI, and assuming the XPI is negative (i.e., no resources are 
identified), if any unanticipated archaeological remains are encountered during 
grading, construction, landscaping or other construction-related activity, the 
County and/or their agents, representatives or contractors shall immediately stop 
or redirect work in the vicinity of the find. The County shall immediately contact 
P&D staff, and retain a P&D approved archaeologist and Native American 
representative, if the find is prehistoric in nature, to evaluate the significance of 
the find in compliance with the provisions of the County Archaeological 
Guidelines and conduct appropriate mitigation funded by the County. 
MONITORING: P&D permit processing planner shall check plans prior to 
issuance of Land Use Permit and P&D compliance monitoring staff shall spot 
check in the field throughout grading and construction.

MM CR-3: Unanticipated Discovery of Human Remains. In the unlikely event 
that human remains are encountered, construction in the area of the finding will 
cease and the Santa Barbara County Coroner shall be contacted to determine 
the age and the origin of the remains. A P&D approved archaeologist or other 
specialist with experience identifying human remains may assist the coroner to 
make the determination whether human remains are prehistoric or not. In the 
event the remains are Native American in origin, the NAHC will be contacted to 
determine necessary procedures for protection and preservation of the remains, 
including reburial, as provided in the CEQA Guidelines, Section 15064.5(e), 
“CEQA and Archaeological Resources,” CEQA Technical Advisory Series. 
Additionally, The County shall immediately contact P&D staff, and retain a P&D 
approved archaeologist and Native American representative to evaluate the 
significance of the find in compliance with the provisions of the County 
Archaeological Guidelines and conduct appropriate mitigation funded by the 
County. MONITORING: P&D permit processing planner shall check plans prior 
to Issuance of Zoning Clearance for Grading, and P&D compliance monitoring 
staff shall spot check in the field throughout grading and construction.

MM CR-4: Workers Environmental Awareness Training. County archaeologist 
shall be retained to conduct a workers environmental awareness training on 
archaeological sensitivity for all construction personnel prior to the 
commencement of any ground-disturbing activities. The training shall be 
conducted by an archaeologist who meets or exceeds the Secretary of Interior’s 
Professional Qualification Standards for archaeology (National Park Service 
[NPS] 1983). Archaeological sensitivity training shall include a description 
of the types of cultural material that may be encountered, cultural sensitivity 
issues, the regulatory environment, and the proper protocol for treatment of the 
materials in the event of a find. MONITORING: P&D permit processing planner 
shall check plans prior to issuance of Land Use Permit and P&D compliance 
monitoring staff shall spot check in the field throughout grading.

MM CR-5: Retainment of a Tribal Monitor. During all ground disturbing 
activities, the County shall retain a tribal cultural monitor to monitor on-site 
construction activities. In the event cultural materials or human remains are 
identified, the tribal cultural monitor will notify the County and/or their agents, 
representatives or contractors of the find. Once all intact and disturbed deposits 
on-site are disturbed, no further monitoring shall be required. MONITORING:
P&D permit processing planner shall check plans prior to issuance of Land Use 
Permit and P&D compliance monitoring staff shall spot check in the field 
throughout grading. 

MM N-1: Noise-Generating Construction Activity Timing. Per the County of 
Santa Barbara Environmental Thresholds and Guidelines Manual requirements, 
noise-generating construction activities within 1,600 feet of sensitive receivers 
shall be limited to the hours of 8:00 a.m. to 5:00 p.m., Monday through Friday. 
No construction shall occur on State holidays (e.g., Thanksgiving, Labor Day). 
Construction equipment maintenance shall also be limited to these hours.  

MM N-2: Construction Noise Control Best Management Practices. The 
applicant shall implement the following construction noise Best Management 
Practices (BMPs) during construction of the project: 
- Mufflers. During project site excavation and grading, construction equipment, 
fixed or mobile, shall be operated with closed engine doors and shall be 
equipped with properly operating and maintained mufflers consistent with 
manufacturers’ standards. 
- Stationary Equipment. Stationary construction equipment shall be located and 
oriented so that emitted noise is directed away from the nearest noise sensitive 
receivers. 
- Equipment Staging Areas. Equipment staging shall be located in areas that will 
create the greatest distance feasible between construction-related noise sources 
and noise sensitive receivers. 
- Electrically-Powered Tools and Facilities. Where available, electrical power 
shall be used to run air compressors and similar power tools and to power any 
temporary structures, such as construction trailers or caretaker facilities. 
- Smart Back-up Alarms. Mobile construction equipment shall have smart back-
up alarms that automatically adjust the sound level of the alarm in response to 
ambient noise levels. Alternatively, back-up alarms shall be disabled and 
replaced with human spotters to ensure safety when mobile construction 
equipment is moving in the reverse direction. 
- Sound barriers. During the earth moving and grading phases of construction, 
temporary sound barriers shall 
be installed and maintained between the construction site and the noise sensitive 
receivers within 200 feet of active construction equipment. Temporary sound 
barriers may consist of sound blankets affixed to construction fencing along the 
construction site boundary facing potentially sensitive receivers. 
- Idling. Construction vehicles shall be prohibited from idling in excess of 5 
minutes. 

- Plan Requirements and Timing. Construction hours limitation and noise 
reduction measures shall be reflected on grading and building plans.  
- Monitoring. The County shall demonstrate that the submitted plans conform to 
the required conditions. 
Grading and building inspectors shall ensure compliance in the field during 
construction activities.

Implementation of Mitigation Measures N-1 and N-2 would prevent nighttime 
noise and reduce overall noise levels from construction activity. Project 
construction would still exceed the County threshold of 65 dBA Leq, however 
construction activities would be short term and temporary in nature. Therefore, 
impacts from construction would be less than significant with mitigation 
incorporated. 

MITIGATION NOTES MITIGATION NOTES MITIGATION NOTES
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DN
UP

.

G
A

R
D

E
N

 S
T

R
E

E
T

COURTYARD

PARKING AND 
SOLAR CANOPIES

PASEO

PASEO

RECEPTION

ADJACENT 
PROPERTY

ADJACENT 
PROPERTY

VEHICLE ENTRY
BELOW BLDGRAMP TO PARKING BELOW BLDG

26 PARKING SPACES
BELOW GRADE

AREA OF 
DISPERSAL

2,365 SF

473 OCC X 
5 SF

128' - 11 1/2"

PV ARRAYS EXEMPT FROM BUILDING AREAS PER CBC 503.1 EXEMPTION 3

PROVIDE ACCESSIBLE 100 SF AREA OF DISPERSAL 
FOR 23 PEOPLE A MINIMUM OF 50 FEET FROM 
PROPERTY LINE FOR ADJACENT PROPERTY'S 
EGRESS. AREA AND ACCESS MUST BE MAINTAINED 
THROUGHOUT CONSTRUCTION WITH NO 
OBSTRUCTIONS AND SECURITY FENCE AT PATH AND 
AREA OF DISPERSAL.

75' - 9 1/4"

TRAINING ROOM ENTRY

LEGEND
ACCESSIBLE EGRESS PATH 

96"

TYPE IA (GROUND FLOOR), TYPE VB FIRST - THIRD FLOORS, SPRINKLERED

ALLOWABLE BASE AREAS FROM TABLE 506.2

A-3 (SF)  (WITH HEIGHT INCREASE)

PROPOSED AREA ANALYSIS

B (SF)

ALLOWABLE AREA ANALYSIS

27,000

6,000

BUILDING CODE ANALYSIS

GROUND FLOOR

FIRST FLOOR

TOTAL

ALLOWABLE FLOOR AREA FOR MIXED OCCUPANCIES

GROUND FLOOR

FIRST FLOOR

A-3 (SF) B (SF)

A-3 OCC. B OCC.

1,770 / 6,000  +  0 +   15,760/40,500     =   0.72 < 1

1,770

2,177 12,620

TOTAL

17,530

14,797

46,385

HORIZONTAL BUILDING SEPERATION WITH 3 HR FIRE RATING OCCURS 
BETWEEN GROUND FLOOR AND FIRST FLOOR PER CBC 510.2

BUILDING HEIGHT ANALYSIS

ALLOWED BUILDING HEIGHT FROM TABLE 504.3

BUILDING HEIGHT

60' - 0"

54' - 6" 

BUILDING STORY ANALYSIS

ALLOWED BUILDING STORY FROM TABLE 504.4

A OCCUPANCY (WITHOUT AREA INCREASE)

60' - 0"B OCCUPANCY

3

A-3  OCCUPANCY (WITHOUT AREA INCREASE)

B OCCUPANCY

SPECIAL PROVISIONS

BUILDING OCCUPANTS

GROUND FLOOR

FIRST FLOOR

121

279

TOTAL 546

SECOND FLOOR 108

THIRD FLOOR 34

SECOND FLOOR

THIRD FLOOR

S-2 (SF)

15,760

S-2 OCC.

60' - 0"S-2 OCCUPANCY

3S-2 OCCUPANCY

S-2 (SF) 40,500

2

1 HOUR EXCLUDING ACCESSORY OCCUPANCIES

OCCUPANCY SEPERATIONS

SECOND FLOOR 12,056 12,056

THIRD FLOOR 4,262 4,262

N/A

N/A

2,177 / 6,000  +  12,620/27,000      =   0.82 < 1

NUMBER OF STORIES 4* ALLOWED PER CBC

1

ASSEMBLY ROOM SCHEDULE

TOTAL 175

002 45

OCCUPANCY

TOTAL 
REQUIRED 
ASSISTIVE 
LISTENING 
RECEIVERS 
(4% OF 
OCCUPANCY)

NUMBER OF 
RECEIVERS 
THAT MUST BE 
HEARING-AID 
COMPATIBLE 
(25% OF 
RECEIVERS 
BUT NO LESS 
THAN 2)

PROVIDE ASSISTIVE LISTENING DEVICES PER TABLE BELOW. REFER 
TO FLOOR PLANS FOR REQUIRED SIGNAGE AT ASSEMBLY AREAS

NUMBER NAME

PUBLIC MEETING ROOM

137 15CLASSROOM 2

139 28CLASSROOM 1

216 10CONFERENCE ROOM 3

218 10CONFERENCE ROOM 4

222 6CONFERENCE ROOM 6

241 15CONFERENCE ROOM 5

130 14CONFERENCE ROOM 2

233 15CONFERENCE ROOM 1

303 17MEETING ROOM

7 2

PARKING 
SPACES

TOTAL 42

EMPLOYEE 42

FLEET -

1

1

-

1

1

-

28

8*

20*

1

1*

-

REGULAR VAN-
ACCESSIBLE

ACCESSIBLE EVCE EVCE VAN-
ACCESSIBLE

1

1*

-

EVCE 
ACCESSIBLE

EVCS 
CAPABLE

8

8*

- *

PROVIDED REQ. PROV. REQ. PROV. REQ. PROV. REQ. PROV. REQ. PROV. REQ. PROV.

1

-

1

-

3

4

1

-

1

-

13

4

* EVCE SPACES (CHARGING STATIONS INSTALLED) COUNT TOWARD THE REQUIRED COUNT OF EVCS CAPABLE SPACES 
ALTHOUGH THEY ARE NOT DOUBLE COUNTED IN THE TABLE

3

TOTAL

PROVIDED

62

20

82

G
A

R
D

EN
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S
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N
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 B
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R
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R
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S

E
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 B
U

IL
D

IN
G

R
 3

0
0
' - 0

"

EXISTING FIRE HYDRANT

EXISTING FIRE HYDRANT

FIGUEROA STREET

CARRILLO

PRIVATE HYDRANT

R
 300' - 0"

FDC
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OVERALL
SITE

ANALYSIS
PLAN
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COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS
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1" = 20'-0"
1

OVERALL SITE PLAN

TRUE
NORTH

PLAN
NORTH

1" = 80'-0"
2

OVERALL SITE PLAN - FIRE HYDRANTS
LOCATION

2

MAXIMUM COMMON PATH OF EGRESS
A OCCUPANCIES: 75 FEET
B OCCUPANCIES: 100 FEET

MAXIMUM EXIT ACCESS TRAVEL DISTANCE
WITH SPRINKLER PER TABLE 1017.2
A OCC: 250 FEET
B OCCUPANCY 300 FEET

3
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UP

5 PARKING 
SPACES 

20 SPACES

GATE

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

720 SF

PUBLIC MEETING
ROOM

002

15 SF

45

A-3

LOBBY
001

TRASH
015

ELEVATOR
EQUIP.

016

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

6735 SF

PARKING

017

200 SF

35

S-2

STORAGE
003

FIRE ALARM
013

ELECTRICAL
012

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

89 SF

IT STORAGE

014

300 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

179 SF

UTIL CLERK

009

150 SF

2

B

UTILITY
020

STORAGE
021

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

203 SF

EVIDENCE

010

300 SF

1

B/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

209 SF

GEAR STORAGE

011

300 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

103 SF

GEAR CHCK

004

150 SF

1

B

PUBLIC RR
006

PUBLIC RR
005

G
A

TES-2

A-3

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

6931 SF

DEDICATED
PARKING

022

200 SF

35

S-2

DOOR

86

12.9"

72.0"

DOOR

35

5.3"

36.0"

PH

PH

PH

FE 1

FE 1

DOOR

36

5.4"

36.0" DOOR

71

10.7"

36.0"

1' - 0"

1

STORAGE
025

DOOR

205

41.0"

68.0"

3

LEGEND
ACCESSIBLE PATH OF EGRESS

NON RATED WALL

1 HOUR FIRE RATED SEPARATION OR BARRIER WALL

2 HOUR FIRE RATED SEPARATION OR BARRIER WALL

PROPERTY LINE

DOOR

123

45.6"

78.9"

A-2

50

34

= TYPE OF EXIT

= OCCUPANT LOAD AT EXIT

= REQUIRED WIDTH IN INCHES (CBC 1005.3.2)

= PROVIDED WIDTH IN INCHES

= OCCUPANCY TYPE

= OCCUPANT LOAD FACTOR (CBC TABLE 1004.1.1)

= OCCUPANT LOAD

EXTERIOR AREA OF ASSISTED 
RESCUE

ILLUMINATED DIRECTIONAL EXIT SIGN
NOTE:
1. EXIT SIGNS SHALL BE LOCATED AS 

NECESSARY TO CLEARLY INDICATE THE 
DIRECTION OF EGRESS TRAVEL

2. EXIT SIGNS SHALL BE READILY VISIBLE 
ANY DIRECTION OF APPROACH

= OCCUPANCY TYPE S-2

= OCCUPANCY TYPE A-3

= OCCUPANCY TYPE B

NOTE: REFER TO SECTIONS FOR 
HORIZONTAL SEPARATIONS

FIRE EXTINGUISHERFE 1
2
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PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author
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3/32" = 1'-0"
1

CODE ANALYSIS GROUND FLOOR

BUILDING DATA

TYPE I-A (GROUND FLOOR)
FIRE RESISTIVE RATING REQUIREMENTS (HOURS) OF ELEMENTS (TABLE 601)

PRIMARY STRUCTURAL FRAME - 3 HR
BEARING:

EXTERIOR WALL - 3 HR
INTERIOR WALL - 3 HR

NONBEARING :
EXTERIOR WALL (TABLE 602) : 10'< X <30' = 1

: X>30'=0
INTERIOR WALL - 0
- EXCEPTIONS: 

SHAFTS - 2 HR
CORRIDORS - 0 FOR B OCCUPANCY, PER 1018.1
OCCUPANCY SEPERATIONS: 1 HR.

FLOOR CONSTRUCTION -  3 HR PER CBC 510. 2 BETWEEN GROUND FLOOR AND 
FIRST FLOOR

NON RATED AT 1-3 FLOORS

ROOF CONSTRUCTION - x 0>20'AFF OR NON CONCEALED SPACES

TYPE V-B (FIRST  THROUGH THIRD FLOORS)
FIRE RESISTIVE RATING REQUIREMENTS (HOURS) OF ELEMENTS (TABLE 601)

PRIMARY STRUCTURAL FRAME - 0
BEARING:

EXTERIOR WALL - 0
INTERIOR WALL - 0

NONBEARING :
EXTERIOR WALL (TABLE 602) : 10'< X <30' = 1

: X>30'=0
INTERIOR WALL - 0
- EXCEPTIONS: 

SHAFTS - 2
CORRIDORS - 0 FOR B OCCUPANCY, PER 1018.1
OCCUPANCY SEPERATIONS: 1 HR.

FLOOR CONSTRUCTION - 0
ROOF CONSTRUCTION - x 0>20'AFF OR NON CONCEALED SPACES

TRUE
NORTH

PLAN
NORTH

bradbury
Image



.

DN

UP

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

656 SF

FIELD TRAINING

118

150 SF

5

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

163 SF

RECEPTION

103

150 SF

2

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

156 SF

ADULT LOBBY

102

150 SF

2

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

976 SF

TRAINING ROOM

152

15 SF

73

A-3

IT

116

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

580 SF

CLASSROOM 1

139

20 SF

28

B
/ 

LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

305 SF

CLASSROOM 2

137

20 SF

15

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

57 SF

LOBBY

135

300 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

208 SF

CONFERENCE RM. 2

130

15 SF

14

B

STAFF RR
125

RR
107

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

102 SF

INTERVIEW

114

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

137 SF

INTERVIEW/
CONFERENCE

113

150 SF

1

B

ELECTRICAL
115

RR
105

STAFF RR
127

DRUG TEST
108

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

106 SF

INTERVIEW

109

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

104 SF

OFFICE

123

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

91 SF

OFFICE

122

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

1288 SF

ADULT
SUPERVISION

121

150 SF

9

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

100 SF

OFFICE

117

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

136 SF

JUV. LOBBY

104

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

93 SF

ADULT SUP. OFFICE

129

150 SF

1

B

CUST.
126

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

1272 SF

ADULT SPECIAL
PROGRAMS

131

150 SF

8

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

625 SF

DAY SPACE

136

50 SF

12

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

167 SF

RECEP

142

300 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

94 SF

OFFICE

147

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

144 SF

PRRC MANAGER

148

150 SF

2

B

RR
144

PANTRY
145

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

92 SF

COUNCIL

140

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

95 SF

COUNCIL

141

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

439 SF

PRIVATE PARTNER

149

150 SF

3

B

RR
157

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

46 SF

STORAGE

153

300 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

119 SF

OFFICE

132

150 SF

1

B
/ 

LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

122 SF

OFFICE

134

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

267 SF

DPO
WORKSTATIONS

146

150 SF

2

B

RR
156

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

514 SF

PRETRIAL
SUPERVISION

133

150 SF

3

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

90 SF

PP OFFICE

150

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

101 SF

STORAGE

151

300 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

1117 SF

AOP

119

150 SF

7

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

120 SF

AOP SUPERVISION

120

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

76 SF

KIT.

143

300 SF

1

B

HALL
106

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

102 SF

INTERVIEW

111

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

101 SF

INTERVIEW

112

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

102 SF

INTERVIEW

110

150 SF

1

B

A-3

B

B

90
' -

3"

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

170 SF

COPY

158

150 SF

2

B

PH

DOOR

44

6.6"

36.0"

DOOR

44

6.6"

36.0"PH
PH

DOOR

19

3.8"

36.0"

DOOR

71

14.2"

36.0"

DOOR

37

5.6"

72.0"

DOOR

28

4.2"

36.0"

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

505 SF

TRAINING ROOM
PATIO

159

15 SF

43

A-3

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

3353 SF

COURTYARD

160

5 SF

42

A

PH

PH

FE 1

FE 1

FE 1

FE 1

FE 1

FE 1

FE 1FE 1

LOBBY
101 PH

STAIR (MAIN)

205

61.5"

120"

DOOR

231

49.0"

90.0"

3

1

FIXED SEATING

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

3353 SF

COURTYARD

160

5 SF

42

A

1787 SF (SHADED)

357

1558 SF

39' - 10 1/4"

99' - 0 3/4"

3

82
' -

2"

86' - 1"

99
' -

0"

PH

30' - 8"

53
' - 

5 1
/4"

DOOR

27

5.4"

36.0"

DOOR

15

3.0"

36.0"

DOOR

37

5.6"

72.0"

3

LEGEND
ACCESSIBLE PATH OF EGRESS

NON RATED WALL

1 HOUR FIRE RATED SEPARATION OR BARRIER WALL

2 HOUR FIRE RATED SEPARATION OR BARRIER WALL

PROPERTY LINE

DOOR

123

45.6"

78.9"

A-2

50
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= TYPE OF EXIT

= OCCUPANT LOAD AT EXIT

= REQUIRED WIDTH IN INCHES (CBC 1005.3.2)

= PROVIDED WIDTH IN INCHES

= OCCUPANCY TYPE

= OCCUPANT LOAD FACTOR (CBC TABLE 1004.1.1)

= OCCUPANT LOAD

EXTERIOR AREA OF ASSISTED 
RESCUE

ILLUMINATED DIRECTIONAL EXIT SIGN
NOTE:
1. EXIT SIGNS SHALL BE LOCATED AS 

NECESSARY TO CLEARLY INDICATE THE 
DIRECTION OF EGRESS TRAVEL

2. EXIT SIGNS SHALL BE READILY VISIBLE 
ANY DIRECTION OF APPROACH

= OCCUPANCY TYPE S-2

= OCCUPANCY TYPE A-3

= OCCUPANCY TYPE B

NOTE: REFER TO SECTIONS FOR 
HORIZONTAL SEPARATIONS
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DN

UP

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

219 SF

INFORMATION
SYSTEMS

240

150 SF

2

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

370 SF

CONFERENCE 1

233

15 SF

15

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

337 SF

RESEARCH AND
SPECIAL PROJECTS

246

150 SF

3

B

HALL
201

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

655 SF

PRETRIAL
ASSESSMENT

249

150 SF

5

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

152 SF

EQUIP STORAGE

243

300 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

749 SF

FIELD TRAINING

206

150 SF

6

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

636 SF

PROFESSIONAL
STANDARDS

225

150 SF

3

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

77 SF

SPECIAL STORAGE

228

300 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

126 SF

OFFICE

226

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

114 SF

INTERVIEW

227

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

143 SF

OFFICE W/ CONF

229

150 SF

1

B

STOR
224

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

99 SF

COPY

217

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

144 SF

CONFERENCE 4

218

15 SF

10

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

151 SF

CONFERENCE 3

216

15 SF

10

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

131 SF

IT

220

300 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

127 SF

OFFICE W/ CONF

204

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

883 SF

FISCAL AND
COLLECTIONS

202

150 SF

6

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

86 SF

WELLNESS

221

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

102 SF

WAITING

223

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

222 SF

CONFERENCE 5

241

15 SF

15

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

468 SF

PRETRIAL
SUPERVISION

208

150 SF

4

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

154 SF

OFFICE

209

150 SF

2

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

118 SF

OFFICE

203

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

145 SF

LOCKER RM

214

50 SF

3

B

MEN'S
RESTROOM

213

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

142 SF

LOCKER RM

211

50 SF

3

WOMEN'S
RESTROOM

210

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

89 SF

CONF 6

222

15 SF

6

B

ELECTRICAL
219

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

175 SF

INSTALLATION
ROOM

245

150 SF

2

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

122 SF

OFFICE

247

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

165 SF

OFFICE W/ CONF

244

150 SF

2

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

108 SF

OFFICE

242

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

83 SF

OFFICE

250

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

156 SF

OFFICE

207

150 SF

2

B

FIRE ARMS
205

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

538 SF

JUVENILE

230

150 SF

4

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

142 SF

OFFICE

232

150 SF

1

B

STORAGE
234

STORAGE
235

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

116 SF

OFFICE

231

150 SF

1

B

SHOWER

215

SHOWER

212

48' - 1"

94' - 0"

53
' -

11
"

81' - 7"

94
' -

6"

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

175 SF

BREAK

236

15 SF

12

B
/ 

LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

293 SF

HOTELING

237

150 SF

2

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

155 SF

OFFICE W/ CONF

248

150 SF

2

B

DOOR

35

3.3"

54.0"

PHDOOR

71

10.7"

36.0"

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

860 SF

ROOF DECK

238

150 SF

6

B

STAIR 1

71

14.2"

36.0"

FE 1

F
E

 1

FE 1

FE 1

F
E

 1

F
E

 1

49

22
14

8

1 1/2 HOUR RATED ACCORDIAN FIRE 
DOORS WITH EGRESS

NOTE: SEATING ALLOWS FOR 10 
OCCUPANTS + AN ALLOWANCE FOR 
5 STANDING,  REFER TO 
FURNITURE PLAN
CBC 1004.5 EXCEPTION

35

14

LEGEND
ACCESSIBLE PATH OF EGRESS

NON RATED WALL

1 HOUR FIRE RATED SEPARATION OR BARRIER WALL

2 HOUR FIRE RATED SEPARATION OR BARRIER WALL

PROPERTY LINE

DOOR

123

45.6"

78.9"

A-2

50
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= TYPE OF EXIT

= OCCUPANT LOAD AT EXIT

= REQUIRED WIDTH IN INCHES (CBC 1005.3.2)

= PROVIDED WIDTH IN INCHES

= OCCUPANCY TYPE

= OCCUPANT LOAD FACTOR (CBC TABLE 1004.1.1)

= OCCUPANT LOAD

EXTERIOR AREA OF ASSISTED 
RESCUE

ILLUMINATED DIRECTIONAL EXIT SIGN
NOTE:
1. EXIT SIGNS SHALL BE LOCATED AS 

NECESSARY TO CLEARLY INDICATE THE 
DIRECTION OF EGRESS TRAVEL

2. EXIT SIGNS SHALL BE READILY VISIBLE 
ANY DIRECTION OF APPROACH

= OCCUPANCY TYPE S-2

= OCCUPANCY TYPE A-3

= OCCUPANCY TYPE B

NOTE: REFER TO SECTIONS FOR 
HORIZONTAL SEPARATIONS
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LEGEND
ACCESSIBLE PATH OF EGRESS

NON RATED WALL

1 HOUR FIRE RATED SEPARATION OR BARRIER WALL

2 HOUR FIRE RATED SEPARATION OR BARRIER WALL

PROPERTY LINE

DOOR

123

45.6"

78.9"

A-2

50

34

= TYPE OF EXIT

= OCCUPANT LOAD AT EXIT

= REQUIRED WIDTH IN INCHES (CBC 1005.3.2)

= PROVIDED WIDTH IN INCHES

= OCCUPANCY TYPE

= OCCUPANT LOAD FACTOR (CBC TABLE 1004.1.1)

= OCCUPANT LOAD

EXTERIOR AREA OF ASSISTED 
RESCUE

ILLUMINATED DIRECTIONAL EXIT SIGN
NOTE:
1. EXIT SIGNS SHALL BE LOCATED AS 

NECESSARY TO CLEARLY INDICATE THE 
DIRECTION OF EGRESS TRAVEL

2. EXIT SIGNS SHALL BE READILY VISIBLE 
ANY DIRECTION OF APPROACH

= OCCUPANCY TYPE S-2

= OCCUPANCY TYPE A-3

= OCCUPANCY TYPE B

NOTE: REFER TO SECTIONS FOR 
HORIZONTAL SEPARATIONS

FIRE EXTINGUISHERFE 1
2

PHOTOVOLTAICS

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

394 SF

LOBBY

301

150 SF

3

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

247 SF

CHIEFS OFFICE

304

150 SF

2

B

PHOTOVOLTAICS

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

767 SF

UNASSIGNED
ADMIN

311

150 SF

5

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

151 SF

ADMIN OPS
MANAGER

310

150 SF

2

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

164 SF

DEPUTY CHIEF

309

150 SF

2

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

163 SF

DEPUTY CHIEF

308

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

106 SF

EXEC ASST

305

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

131 SF

OFFICE

315

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

247 SF

MEETING ROOM

303

15 SF

17

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

118 SF

DEPUTY CHIEF

306

150 SF

1

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

127 SF

DEPUTY CHIEF

307

150 SF

2

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE
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95 SF

OFFICE
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1

B

ELEC/ IT
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LOAD FACTOR
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638 SF

EXECUTIVE AREA
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150 SF
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36.0"

DOOR

32
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72.0"

STAIR 2

5

1.0"

STAIR 1

41

8.2"

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

532 SF

ROOF DECK

324

150 SF

4

B

/ 
LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

73 SF

STORAGE

320

300 SF

1

B

DOOR

4

0.6"

36.0"

44.0"

44.0"
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LOAD FACTOR

TOTAL OCCUPANTS

OCCUPANCY TYPE

OCC

49 SF

COPY
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TITLE SHEET

1 11

PROPOSED SANTA BARBARA
PROBATION HEADQUARTERS
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T

SANTA BARBARA PROBATION HEADQUARTERS
TITLE SHEET

COUNTY OF SANTA BARBARA
BUILDING AND SAFETY DIVISION

SANTA BARBARA VICINITY MAP
SCALE: 1" = 500'

e

ALL UNDERGROUND UTILITIES OR STRUCTURES REPORTED BY THE OWNER OR THOSE
SHOWN ON  RECORDS EXAMINED ARE INDICATED WITH THEIR APPROXIMATE LOCATION
AND EXTENT.  THE  CONTRACTOR, BY ACCEPTING THESE PLANS OR PROCEEDING WITH
IMPROVEMENTS PURSUANT THERETO, UNDERSTANDS THAT THEY AGREE TO ASSUME
LIABILITY, AND AGREE TO HOLD THE  UNDERSIGNED HARMLESS FOR ANY LIABILITY FOR
DAMAGE RESULTING FROM THE EXISTENCE OF  UNDERGROUND UTILITIES OR
STRUCTURES NOT REPORTED TO THE UNDERSIGNED, NOT INDICATED ON THE PUBLIC
RECORDS EXAMINED, LOCATED AT VARIANCE WITH THAT REPORTED OR SHOWN ON
RECORDS EXAMINED.  THE CONTRACTOR IS REQUIRED TO TAKE DUE PRECAUTIONARY
MEASURES TO PROTECT THE UTILITIES OR STRUCTURES FOUND AT THE SITE.  IT SHALL
BE THE CONTRACTOR'S RESPONSIBILITY TO NOTIFY THE OWNERS OF THE UTILITIES OR
STRUCTURES CONCERNED BEFORE STARTING TO WORK.

CAUTION:  UNDERGROUND STRUCTURES SHEET INDEX
1. TITLE SHEET

2. GRADING COVER SHEET

3. DEMOLITION PLAN

4. GRADING & DRAINAGE PLAN - EAST

5. GRADING & DRAINAGE PLAN - WEST

6. CROSS SECTIONS

6A.   CROSS SECTIONS

7. UTILITY PLAN - EAST

8. UTILITY PLAN - WEST

9. SECTIONS & DETAILS

10. DETAILS
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GEOTECHNICAL ENGINEER CONSULTANT
NAME: GEOSOLUTIONS, INC.
ADDRESS: 220 HIGH STREET

SAN LUIS OBISPO, CALIFORNIA 93401
PHONE: (805)543-8539

REPRESENTATIVE: KELLY M. ROBINSON (PRINCIPAL ENGINEER)

A LID FACILITIES OPERATION AND MAINTENANCE PLAN WILL BE REQUIRED FOR THE
PROJECT WHEN COMPLETED

NOTE

1 PCC #1 12/19/23
2 PCC #2 01/22/24
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GLEN H. PACE

RCE 61,468  EXP. 06/30/2025

C - 002

GRADING
COVER
SHEET

2 11

ALL UNDERGROUND UTILITIES OR STRUCTURES REPORTED BY THE OWNER OR THOSE
SHOWN ON  RECORDS EXAMINED ARE INDICATED WITH THEIR APPROXIMATE LOCATION
AND EXTENT.  THE  CONTRACTOR, BY ACCEPTING THESE PLANS OR PROCEEDING WITH
IMPROVEMENTS PURSUANT THERETO, UNDERSTANDS THAT THEY AGREE TO ASSUME
LIABILITY, AND AGREE TO HOLD THE  UNDERSIGNED HARMLESS FOR ANY LIABILITY FOR
DAMAGE RESULTING FROM THE EXISTENCE OF  UNDERGROUND UTILITIES OR STRUCTURES
NOT REPORTED TO THE UNDERSIGNED, NOT INDICATED ON THE PUBLIC RECORDS
EXAMINED, LOCATED AT VARIANCE WITH THAT REPORTED OR SHOWN ON  RECORDS
EXAMINED.  THE CONTRACTOR IS REQUIRED TO TAKE DUE PRECAUTIONARY MEASURES TO
PROTECT THE UTILITIES OR STRUCTURES FOUND AT THE SITE.  IT SHALL BE THE
CONTRACTOR'S RESPONSIBILITY TO NOTIFY THE OWNERS OF THE UTILITIES OR
STRUCTURES CONCERNED BEFORE STARTING TO WORK.

CAUTION:  UNDERGROUND STRUCTURES

TOPOGRAPHIC MAPPING WAS COMPILED AT A SCALE OF 1"=30', WITH A 1 FOOT CONTOUR INTERVAL FROM A
FIELD SURVEY PERFORMED BY OTHERS.

THE TOPOGRAPHIC MAPPING WAS PROVIDED TO ECG AND SUPPLEMENTED BY DATA COLLECTED FROM A FIELD
SURVEY USING CONVENTIONAL EQUIPMENT AND PROCEDURES IN APRIL 2022, AT THE REQUEST OF RNT
ARCHITECTS.  THE COMBINED MAPPING WAS RECOMPILED AT A SCALE OF 1"=20', WITH A 1 FOOT CONTOUR
INTERVAL.

THE LOT LINES SHOWN HEREON ARE BASED UPON INFORMATION COMPILED BY DPSI, INC.  THIS INFORMATION
APPEARS TO BE COMPILED BASED UPON MONUMENTS THAT WERE LOCATED AS A PART OF THE FIELD SURVEY
AND TIED TO THE SURVEY CONTROL SHOWN HEREON. ECG TIED TO SEVERAL OF THE SAME MONUMENTS AS A
PART OF THE FIELD WORK COMPLETED IN APRIL 2022 TO VERIFY CONTROL COORDINATES ONLY.  THIS SURVEY
DOES NOT CONSTITUTE A BOUNDARY ESTABLISHMENT SURVEY.

NO EASEMENTS HAVE BEEN PROVIDED OR COMPILED AS A PART OF THIS PROJECT.

THE BASIS OF BEARINGS FOR THIS SURVEY IS "GRID NORTH FOR ZONE 5 STATE PLANE COORDINATES
OBSERVED LOCALLY BY GPS OBSERVATIONS" AS STATED IN TOPOGRAPHIC MAPPING COMPLETED BY DPSI, INC.
AND PROVIDED TO ECG.  THE BASIS OF BEARINGS WAS ESTABLISHED LOCALLY BY TIES TO CONTROL POINTS
PROVIDED TO ECG, ESTABLISHED BY DPSI, INC. SEVERAL POINTS FROM THIS SURVEY WERE TIED TO AND BEST
FIT FOR THE PURPOSE OF THIS SURVEY.

ALL COORDINATES AND DISTANCES SHOWN, UNLESS OTHERWISE NOTED, ARE IN TERMS OF U.S. SURVEY FEET.

THE VERTICAL DATUM OF THIS SURVEY IS THE NORTH AMERICAN VERTICAL DATUM OF 1988 (NAVD88), PER
GPS TIES, CONVENTIONAL TIES, AND GEOID MODELING (GEOID12B) TO SANTA BARBARA CITY BENCHMARK 10021,
HAVING AN ELEVATION OF 48.681 US SURVEY FEET.

SURFACE UTILITY FEATURES SHOWN HEREON WERE LOCATED AS A PART OF THE FIELD SURVEY PERFORMED BY
ECG BASED ON VISIBILITY ON THE DATE OF SURVEY. NO RESEARCH OR MAPPING OF SUBSURFACE UTILITIES
HAS BEEN PERFORMED.

POINT

1

2

3

4

5

200

201

202

203

204

NORTHING

1981463.26

1981345.46

1981241.93

1981155.58

1981251.00

1981594.12

1981444.13

1981350.36

1981256.87

1980150.17

EASTING

6049288.07

6049209.40

6049279.44

6049198.99

6049122.59

6049066.72

6049237.72

6049340.54

6049450.00

6049222.43

ELEVATION

60.92

68.11

65.95

68.45

69.52

68.44

62.01

57.04

53.26

48.68

DESCRIPTION

SET CUT X

SET MAG NAIL ECG CONTROL WASHER

SET MAG NAIL ECG CONTROL WASHER

SET MAG NAIL ECG CONTROL WASHER

SET MAG NAIL ECG CONTROL WASHER

FND LTT LS3804

FND LTT SRCO SURVR 0.06 TO TAG

FND LTT SRCO SURVR 0.06 TO TAG

FND 1.5IN CITY MONUMENT WITH PUNCH

BM 10021

SURVEY CONTROL POINTS:

SURVEY NOTES:

AREA DRAIN LINE

SEWER LINE PER SEPARATE PLAN

WATER LINE PER SEPARATE PLAN

NON-POTABLE WATER LINE PER SEPARATE PLAN

FENCE OR SCREEN WALL PER SEPARATE PLAN

RETAINING WALL PER SEPARATE PLAN AND PERMIT

CURB AND GUTTER

GRADE BREAK

LOT LINE

STREET CENTERLINE

TRACT BOUNDARY / RIGHT OF WAY

EARTHEN FLOWLINE

MAJOR CONTOUR

MINOR CONTOUR

MANHOLE

STORM DRAIN CATCH BASIN OR INLET

STREET LIGHT

FIRE HYDRANT

METER BOX

BLOW-OFF VALVE

AIR RELEASE VALVE

GATE VALVE

SURFACE SPOT ELEVATION

SURFACE GRADIENT

STORM DRAINAGE SPOT ELEVATION

ASPHALT PAVING

CONCRETE PAVING

BIOPOD UNIT

81.3
FS

2.0%

NOTE: EXISTING FEATURES SHOWN HALF-TONED ON PLANS

100

91

X

S

W

RW

LEGEND

SD

>

81.3
INV

1.      ALL GRADING SHALL CONFORM TO SANTA BARBARA COUNTY CODE CHAPTER 14 AND STANDARDS AND
REQUIREMENTS PERTAINING THERETO, THESE CONSTRUCTION DRAWINGS AND THE RECOMMENDATIONS OF THE SOILS
ENGINEER AND ENGINEERING GEOLOGIST.

2.      CONTRACTOR TO NOTIFY THE COUNTY GRADING INSPECTOR AND SOILS LABORATORY AT LEAST 48 HOURS
BEFORE START OF GRADING WORK OR ANY PRE-CONSTRUCTION MEETING.

3.      CONTRACTOR SHALL EMPLOY ALL LABOR, EQUIPMENT AND METHODS REQUIRED TO PREVENT HIS OPERATIONS
FROM PRODUCING DUST IN AMOUNTS DAMAGING TO ADJACENT PROPERTY, CULTIVATED VEGETATION AND DOMESTIC
ANIMALS OR CAUSING A NUISANCE TO PERSONS OCCUPYING BUILDINGS IN THE VICINITY OF THE JOB SITE.
CONTRACTOR SHALL BE RESPONSIBLE FOR DAMAGE CAUSED BY DUST FROM HIS GRADING OPERATION.

4.      BEFORE BEGINNING WORK REQUIRING EXPORTING OR IMPORTING OF MATERIALS, THE CONTRACTOR SHALL
OBTAIN APPROVAL FROM PUBLIC WORKS ROAD DIVISION FOR HAUL ROUTES USED AND METHODS PROVIDED TO
MINIMIZE THE DEPOSIT OF SOILS ON COUNTY ROADS.  GRADING/ROAD INSPECTORS SHALL MONITOR THIS
REQUIREMENT WITH THE CONTRACTOR.

5.      THE GEOTECHNICAL ENGINEER SHALL PROVIDE OBSERVATION AND TESTING DURING GRADING OPERATIONS IN
THE FIELD AND SHALL SUBMIT A FINAL REPORT STATING THAT ALL EARTH WORK WAS PROPERLY COMPLETED AND IS IN
SUBSTANTIAL CONFORMANCE WITH THE REQUIREMENTS OF THE GRADING ORDINANCE.

6.      AREAS TO BE GRADED SHALL BE CLEARED OF ALL VEGETATION INCLUDING ROOTS AND OTHER UNSUITABLE
MATERIAL FOR A STRUCTURAL FILL, THEN SCARIFIED TO A DEPTH OF 6” PRIOR TO PLACING OF ANY FILL.  CALL GRADING
INSPECTOR FOR INITIAL INSPECTION.

7.      A THOROUGH SEARCH SHALL BE MADE FOR ALL ABANDONED MAN-MADE FACILITIES SUCH AS SEPTIC TANK
SYSTEMS, FUEL OR WATER STORAGE TANKS, AND PIPELINES OR CONDUITS.  ANY SUCH FACILITIES ENCOUNTERED
SHALL BE REMOVED AND THE DEPRESSION PROPERLY FILLED AND COMPACTED UNDER OBSERVATION OF THE
GEOTECHNICAL ENGINEER.
8.      AREAS WITH EXISTING SLOPES WHICH ARE TO RECEIVE FILL MATERIAL SHALL BE KEYED AND BENCHED.  THE
DESIGN AND INSTALLATION OF THE KEYWAY SHALL BE PER THE GEOTECHNICAL ENGINEER’S RECOMMENDATION OR PER
COUNTY STANDARD DETAIL NO. G-13.

9.      FILL MATERIAL SHALL BE SPREAD IN LIFTS NOT EXCEEDING 6” IN COMPACTED THICKNESS, MOISTENED OR DRIED
AS NECESSARY TO NEAR OPTIMUM MOISTURE CONTENT AND COMPACTED BY AN APPROVED METHOD.  FILL MATERIAL
SHALL BE COMPACTED TO A MINIMUM OF 90% MAXIMUM DENSITY AS DETERMINED BY 1957 ASTM
D – 1557 – 91 MODIFIED PROCTOR (AASHO)  TEST OR SIMILAR APPROVED METHODS.  SOME FILL AREAS MAY REQUIRE
COMPACTION TO A GREATER DENSITY IF CALLED FOR IN THE CONSTRUCTION DOCUMENTS.  SOIL TESTS SHALL BE
CONDUCTED AT NOT LESS THAN ONE TEST FOR EACH 18” OF FILL AND/OR FOR EACH 500 CUBIC YARDS OF FILL PLACED.

12.    ALL TREES THAT ARE TO REMAIN ON SITE SHALL BE TEMPORARILY FENCED AND PROTECTED AROUND THE DRIP
LINE DURING GRADING.

13.    AN EROSION AND SEDIMENT CONTROL PLAN SHALL BE REQUIRED AS PART OF THE GRADING PLAN AND PERMIT
REQUIREMENTS.

14.    “BEST MANAGEMENT PRACTICES FOR CONSTRUCTION ACTIVITIES: ERODED SEDIMENTS AND OTHER POLLUTANTS
MUST BE RETAINED ONSITE AND MAY NOT BE TRANSPORTED FROM THE SITE VIA SHEET FLOW, SWALES, AREA DRAINS,
NATURAL DRAINAGE COURSES, OR WIND. STOCKPILES OF EARTH AND OTHER CONSTRUCTION RELATED MATERIALS
MUST BE PROTECTED FROM BEING TRANSPORTED FROM THE SITE BY THE FORCES OF WIND OR WATER. FUELS, OILS,
SOLVENTS, AND OTHER TOXIC MATERIALS MUST BE STORED IN ACCORDANCE WITH THEIR LISTING AND ARE NOT TO
CONTAMINATE THE SOIL AND SURFACE WATERS. ALL APPROVED STORAGE CONTAINERS ARE TO BE PROTECTED FROM
THE WEATHER. SPILLS MAY NOT BE WASHED INTO THE DRAINAGE SYSTEM. EXCESS OR WASTE CONCRETE MAY NOT BE
WASHED INTO PUBLIC WAY OR ANY OTHER DRAINAGE SYSTEM. PROVISIONS MUST BE MADE TO RETAIN CONCRETE
WASTES ON SITE UNTIL THEY CAN BE DISPOSED AS A SOLID WASTE. TRASH AND CONSTRUCTION RELATED SOLID
WASTE MUST BE DEPOSITED INTO A COVERED WASTE RECEPTACLE TO PREVENT CONTAMINATION OF RAINWATER AND
DISPERSAL BY WIND. SEDIMENTS AND OTHER MATERIAL MAY NOT BE TRACKED FROM TO THE SITE BY VEHICLE TRAFFIC.
THE CONSTRUCTION ENTRANCE ROADWAYS MUST BE STABILIZED SO AS TO INHIBIT SEDIMENTS FROM BEING
DEPOSITED INTO THE PUBLIC WAY. ACCIDENTAL DEPOSITION MUST BE SWEPT UP IMMEDIATELY AND MAY NOT BE
WASHED DOWN BY RAIN OR OTHER MEANS. ANY SLOPES WITH DISTURBED SOILS OR DENUDED OF VEGETATION MUST
BE STABILIZED SO AS TO MINIMIZE EROSION BY WIND AND WATER.”

15.    IF GRADING OCCURS DURING NOV 1 THROUGH APR 15, NO GRADING SHALL OCCUR UNLESS APPROVED EROSION
AND SEDIMENT CONTROL MEASURES ARE IN PLACE. DISCHARGES OF SEDIMENT FROM THE PROJECT SITE MAY RESULT
IN A STOP WORK ORDER”

16.    ALL EARTHWORK ON HILLSIDES, SLOPING OR MOUNTAINOUS TERRAIN SHALL BE STABILIZED TO PROTECT AND
PREVENT LOSS OF SOILS, AS NECESSARY, YEAR-ROUND.

SANTA BARBARA COUNTY BUILDING & SAFETY DIVISION GRADING NOTES

EARTHWORK ESTIMATES:

EXCAVATION:                   CUBIC YARDS;

IMPORT:                          CUBIC YARDS;

EXPORT:                          CUBIC YARDS;

FILL:                                CUBIC YARDS

ABBR ABBREVIATION
A.C. ASPHALT CONCRETE
ARCH. ARCHITECT
ASSOC. ASSOCIATION
AVE AVENUE
BC BEGIN CURVE
BCR BEGIN CURB RETURN
BDY. BOUNDARY
BEG BEGIN
BFP BACKFLOW
PREVENTER
BLDG BUILDING
BOT BOTTOM OF PIPE
BS BOTTOM OF STEP
BVC BEGIN VERTICAL
CURVE
BW BACK OF WALK OR

BOTTOM OF WALL
CAMSAN CAMARILLO SANITARY

DISTRICT
CB CATCH BASIN
CBC CALIFORNIA BUILDING

CODE
C-C CENTER TO CENTER
CF CURB FACE
CFS CUBIC FEET PER 

SECOND
CL CENTERLINE OR
CLASS
C CENTERLINE
CLF CHAIN LINK FENCE
CLR CLEAR
CMB CRUSHED

MISCELLANEOUS BASE
CMP CORRUGATED METAL 

PIPE
CMU CONCRETE MASONRY 

UNIT
CO CLEANOUT
C.O.C. CITY OF CAMARILLO
CONC CONCRETE
CONT CONTROL
CPS CONNECTOR PIPE 

SCREEN
CT COURT
DBL DOUBLE
DES DESIGN
DG DECOMPOSED
GRANITE
DI DROP INLET
D.I. DUCTILE IRON
DIA DIAMETER
DR DRIVE
DWG DRAWING
EASE EASEMENT
EBAA EBAA IRON, INC.
EC END CURVE
ECR END CURB RETURN
AVE. EDITION
EG EXISTING GROUND
ELEC ELECTRIC
ELEV ELEVATION
E'LY EASTERLY
ELLIP ELLIPTICAL
EP EDGE OF PAVEMENT
ESMT EASEMENT

EVC END VERTICAL CURVE
EQ EQUIVALENT
FED. FEDERAL
FF FINISHED FLOOR
FG FINISH GRADE
FL FLOWLINE
FS FINISHED SURFACE
FT/S FEET PER SECOND
FUT FUTURE
GB GRADE BREAK
GF GARAGE FLOOR
GM GAS METER
G.P. GRADING PERMIT
GV GAS VALVE
HGL HYDRAULIC GRADE LINE
HOA HOME OWNERS 

ASSOCIATION
HORZ. HORIZONTAL
HORIZ. HORIZONTAL
HP HIGH POINT
HPS HIGH PRESSURE SODIUM
HW HEADWALL
ICP INTERLOCKING CONCRETE

PAVERS
ICV IRRIGATION CONTROL

VALVE
INT. INTERSECTION
INV INVERT
IRR IRRIGATION
LANDSC LANDSCAPE
LAT LATERAL
LDM LAND DEVELOPMENT 

MANUAL
LDSP LANDSCAPE
LF LINEAR FEET
LN LANE
LP LOW POINT
LT LEFT
MAX MAXIMUM
MH MANHOLE
MIN MINIMUM
MOC MIDDLE OF CURVE
N'LY NORTHERLY
NO. NUMBER
N.T.S. NOT TO SCALE
O.C. ON CURB OR ON CURVE

OR ON CENTER
O.C. ON CENTERLINE
OHW OVERHEAD WIRE
PB PULL BOX
P.C.C. PORTLAND CEMENT

CONCRETE OR POINT OF
COMPOUND CURVE

PI POINT OF INTERSECTION
PL PROPERTY LINE
P/L PROPERTY LINE
PMB PROCESSED MISC. BASE
POC POINT OF CONNECTION
PRC POINT OF REVERSE 

CURVE
PT POINT
PTDF PRESSURE TREATED

DOUGLAS FIR
PUB PUBLIC
PVC POLYVINYL CHLORIDE
PVMT PAVEMENT
PVT PRIVATE
RCB REINFORCED CONCRETE

BOX
RCP REINFORCED CONCRETE

PIPE

RD ROAD
RET RETAINING
RWGV RESILIENT WEDGE GATE

VALVE
ROW RIGHT OF WAY
R.O.W. RIGHT OF WAY
RPD RESIDENTIAL PLANNED

DEVELOPMENT
RT RIGHT
RW RECLAIMED WATER
R/W RIGHT OF WAY
SCE SOUTHERN CALIFORNIA

EDISON
SCO SEWER CLEAN OUT
SD STORM DRAIN
SDMH STORM DRAIN MANHOLE
SDR STANDARD DIMENSION

RATIO
S.E. SAND EQUIVALENT
SF SQUARE FOOT/FEET
SFD SINGLE FAMILY DWELLING
SHT SHEET
SHTS SHEETS
S.L. SEWER LATERAL
SLDS STANDARD LAND 

DEVELOPMENT
SPECIFICATIONS

S'LY SOUTHERLY
SMH SEWER MANHOLE
S.N.S. STREET NAME SIGN
SPPWC STANDARD PLANS FOR

PUBLIC WORKS
CONSTRUCTION

SS SANITARY SEWER
SSPWC STANDARD 

SPECIFICATIONS FOR 
PUBLIC WORKS 
CONSTRUCTION

ST STREET
STD STANDARD
SW SIDEWALK
SWCT SAWCUT
TC TOP OF CURB
TEL TELEPHONE
TG TOP OF GRATE
TF TOP OF FOOTING
TI TRAFFIC INDEX
TMH TELEPHONE MANHOLE
TOE TOE OF SLOPE
TOP TOP OF SLOPE OR PIPE
TPL TRIPLE
TR TRACT
TS TOP OF STEP
TW TOP OF WALL
TYP TYPICAL
UG UNDERGROUND
VAR VARIES
V.C. VERTICAL CURVE
VERT. VERTICAL
VLT VAULT
VLV VALVE
W WATER
W'LY WESTERLY
WM WATER METER
WSEL WATER SURFACE 

ELEVATION
WV WATER VALVE
W.W.M. WELDED WIRE MESH
YR YEAR
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17.    THESE PLANS ARE IN COMPLIANCE WITH SANTA BARBARA COUNTY GRADING ORDINANCE #4766.

18.    THE GEOTECHNICAL ENGINEER FIRM WILL BE RETAINED FOR CONSTRUCTION INSPECTIONS AND TESTING, AS
REQUIRED, DURING ALL GRADING AND EXCAVATION OPERATIONS BEGINNING WITH THE STRIPPING OF VEGETATION 
AT THE SITE, AT WHICH TIME A SITE MEETING OR PRE-JOB MEETING WILL BE HELD.

19.    THE GRADING PLANS REFERENCE AND INCORPORATE THE GEOTECHNICAL REPORT'S APPENDIX D, PRELIMINARY 
GRADING SPECIFICATIONS.

20.    THE GEOTECHNICAL ENGINEER SHALL PROVIDE A REPORT CERTIFYING THAT THEY HAVE REVIEWED THE PLANS
AND THEY ARE IN CONFORMANCE WITH THE GEOTECHNICAL RECOMMENDATIONS.

4,489

0

1,348

3,141

1 PCC #1 12/19/23

PROJECT DISTURBED AREA:

PROJECT DISTURBED AREA: 1.11 ACRES

2 PCC #2 01/22/24

2

10.    CUT SLOPES SHALL NOT EXCEED A GRADE OF 2 HORIZONTAL TO 1 VERTICAL.  FILL AND COMBINATION FILL
AND CUT SLOPES SHALL NOT EXCEED 2 HORIZONTAL TO 1 VERTICAL.  SLOPES OVER THREE FEET IN VERTICAL HEIGHT
SHALL BE PLANTED WITH APPROVED PERENNIAL OR TREATED WITH EQUALLY APPROVED EROSION CONTROL MEASURES
PRIOR TO FINAL INSPECTION.

11.    SURFACE DRAINAGE SHALL BE PROVIDED PER SOILS REPORT RECOMMENDATIONS AT A MINIMUM OF 2% FOR 10 FEET
AWAY FROM THE FOUNDATION LINE OR ANY STRUCTURE AND PER SECT. 1804.4 OF THE 2022 CALIFORNIA BUILDING CODE. 

2

ADDED PROJECT
DISTRUBED AREA
MODIFIED NOTES

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
3/29/2024



GARAGE

AC

CONC

DIRT

CONC

CONC

DIRT

AC

AC

DIRT

AC

AC
AC

TW
O STORY

BUILDING

TW
O STORY

BUILDING

TW
O STORY

BUILDING

TW
O STORY

BUILDING

AC DIRT

T
IM

B
E
R

W
A
LLW

O
O

D
FE

N
C
E

48"PALM

CURB

201
202

203

70.4

70.8

70.8

7190

70.68

GND

7193

72.19

ACFL E 72.13TG

72.93
72.86

71.39

7202

71.18

AC

70.50

71.50

7205

72.21

AC

69.33

68.92

SM
H53.52 RIM

SDM
H

53.42 RIM

46.08 INV 36IN CONC (NW
)

46.01 INV 36IN CONC (SE)

47.26 INV 24IN CONC (W
)

SCO
S
M

H
5
5
.7

8
 R

IM
4
8
.0

3
 IN

V
 1

8
IN

 C
LA

Y
 (N

W
)

4
8
.0

7
 IN

V
 1

8
IN

 C
LA

Y
 (S

E
)

SCO

7011

66.27

TW
 B H1.1

7012

66.14TW

7013

64.99TW

7015

66.20

GND

7016

67.19

GB B

70.78 TW

63.20

7021

62.01

FS

7023

62.67

TW
 E

59.03 CONC

7026

60.36

TW
3 B H-0.67

59.07 TW

7030

56.86

FS

7031

60.29

CONC

69.43 TC

68.95 FC

7054

69.12

GND

7056

72.85

TW
6 B H-0.67

69.069.2

69.73 TC

69.24 FC

70.06 TC

69.4

7065

70.47

GND

70.1

69.79 FC

7069

70.23

GND

70.47 TC

72.777073

72.15

AC

70.83 TC

70.27 FC

7077

72.56

AC

70.42 TC

7079

70.31

DIKT

70.32 FC70.50 TC

69.78 FC

70.22 TC

70.28 TC

69.78 FC

7090

70.28

AC

7091

68.99

AC

71.17

70.51

7094

65.20

TW
 B H-0.67

65.89

66.06 TW
7097

65.81

TW
 B H-0.67

7098

61.85

GND

64.29 TW

7100

64.17

GND

7102

65.48

AC65.94 TW 64.23 TW

7106

64.36

GND

66.08 TW 59.7

65.67

66.14 TW

7115

66.31

TW

7117

65.91

AC

7118

66.42

TW
 E EC

65.79 FC

64.15 TW

64.07 TW

64.05 TW

58.53

58.77

66.0
59.40

67.1

67.58 FC

67.8

68.61 TC

68.16 FC68.96 FC

68.7

6
1
.8

6
1
.8

6

6
1
.7

7151

69.48

DIKT
7152

69.01

DIKB

7153

68.97

AC

68.78 FC

69.24 TC

7157

68.29

W
BF B

7158

68.91

W
BF E

62.00

62.99

68.14 TW
7164

68.17

GND

7166

68.11

TW
 E X3.9

68.7
69.06 TC

68.97 FC

69.58 TC

69.22 FC

69.49 TC

69.00 FC

69.0

7177

69.12

GND
7178

69.05

AC

7179

69.12

W
BF

7180

69.16

W
BF GATE

7183

69.81

W
BF E

7032

60.27

TW
3 E

7033

59.46

AC

59.38 TW

60.90
59.04

60.65 TW

59.88

63.39 CONC
62.09

7046

60.04

AC

68.73 FC

69.07 TC

30000

72.64

BLDG B

30001

71.18

BLDG  E

30002

82.85

BLDG B

30003

72.87

BLDG E

30004

73.97

BLDG B

30005

74.83

BLDG

30006

72.71

BLDG

30007

72.85

BLDG
30008

75.48

BLDG E

30009

91.82

BLDG B

30010

92.20

BLDG
30011

84.22

BLDG

30012

100.66

BLDG
30013

80.66

BLDG

30014

85.31

BLDG E

P

W
M

67.42

68.73
68.58

69.39

69.47 69.06 68.81
68.41

67.82

67.0067.4068.26

68.56

68.23 67.68 66.99 66.53 66.02

66.34

65.80

65.60

65.69
66.5667.2667.90

68.14

68.62

65.10

65.22
65.94

68.46 GB

68.85 GB

63.69 GB

63.53 GB

64.31 GB

64.61 GB

62.85 GB

63.11 GB

62.05 GB

62.56

61.90

61.79

62.20

61.49

55.04 FL

55.77 TC
56.08 FL

56.71 TC

57.48 TC

56.84 FL

59.32 TC

58.67 FL

59.72 FL

60.37 TC

61.34 TC

60.73 FL

61.58 FL

62.26 TC

58.82
57.85

61.55

61.48

59.50

58.44

205

62.41

FND .5IP W
ITH/TAG RCE 7704

20661.74

FND 1/2IN IP OPEN

7208

56.65

BS CP8

5
9
.4

7
 C

O
N

C
6
4
.7

3
 T

W

6
4
.8

7
 T

W

64.1

6
4
.7

2
 T

W

64.5

5
9
.4

3
 C

O
N

C

5
9
.4

2
 C

O
N

C

64.7

6
4
.7

3
 T

W

6
4
.7

6
 T

W

64.5

5
9
.4

8
 C

O
N

C

5
9
.5

6
 C

O
N

C
6
4
.7

8
 T

W

64.8

6
1
.3

2
 FS

6
4
.4

7
 T

W
6
8
.0

8
 T

W
6
1
.5

 G
N

D

61.37

6
1
.8

 G
N

D
6
7
.6

9
 T

W

6
1
.8

 G
N

D
6
8
.0

4
 T

W

6
1
.6

5
 FS

62.2
GND

6
1
.5

8
 T

W

5
8
.4

9
 G

N
D

63.97 TW

64.05 TW
66.5

7184

63.86

7186

70.85

7188

70.56

7191

72.72
7192

72.33

7196

72.49

7197

72.49

7199

71.51

7201

71.05

7014

66.19

7018

70.76

7020

62.20

7022

63.81
7024

61.70

7027

59.13
7029

57.01

7034

59.42

7036

57.79

7037

62.28

7041

61.65

7045

61.96

7047

63.98
7048

63.51
7049

70.81

7055

70.33
7057

72.84

7062

69.57

7067

70.28

7071

69.98

7074

70.59

7078

70.31

7082

70.11

7084

70.48
7085

70.00

7101

65.73

7103

65.40

7107

60.56

7108

65.52

7111

64.20

7112

64.61

7116

65.74

7119

66.19

7125

58.73

7127

63.79

7128

61.65

7129

58.71

7130

66.40
7131

66.88

7134

67.03
7135

67.51

7137

59.44

7139

68.0667.6

69.37

7149

61.98

7156

68.43

7159

61.92
7161

62.87

7165

68.14

7169

68.60
7171

69.45

7181

69.20
7182

69.45

6
8
.0

9
 T

W

10" PALM 10" PALM

V

V

V

V

6
8

70

65

71

6
6

6
5

69

68

70

67

66

7070

62

63

60

6
5 6

3

65

61

60

58

V

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

W
W

G
G

G
G

G
G

G
G

G
G

G
G

G
G

G
G

G
G

G
G

G

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S

W

OHW OHW

O
H

W
O

H
W

O
H

W
O

H
W

O
H

W
O

H
W

O
H

W
O

H
W

O
H

W
O

H
W

O
H

W
O

H
W

O
H

W
O

H
W

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S

SSSSSSSSSSSSSSSS

W

WWWWWWWWWWWWWW

W W

G G G

G G G

G G G

G G G

G

G G

G

G
G

G
G

G
G

G
G

G
G

G
G

R
O

W
R
O

W
R
O

W
R
O

W
R
O

W
R
O

W
R
O

W
R
O

W
R
O

W
R
O

W
R
O

W
R
O

W
R
O

W
R
O

W
R
O

W

PR
O

PE
R
T
Y
 L

IN
E

PROPERTY LINE

PROPERTY LINE

Roesling Nakamura

Terada Architects

Sheet           of                  Sheets

Sheet Name

Date

Drawn by:

Checked by:

Sheet Number

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

475.00

03/28/2024

FB

GHP

No. Description Date

333 N. LANTANA ST, SUITE 287, CAMARILLO, CA 93010
PHONE: 805.322.4443  WEBSITE: WWW.ECGCIVIL.COM

SANTA

BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

100% CONSTRUCTION

DOCUMENTS

1019 GARDEN STREET

SANTA BARBARA, CA 93101

PROJECT ENGINEER         
GLEN H. PACE

RCE 61,468  EXP. 06/30/2025

C - 003

DEMOLITION
PLAN

3 10

SCALE: 1"=20'
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EX. WALL TO REMAIN
EX. STRUCTURE

PROPERTY LINE

EX. WALL
TO REMIAN

PROPERTY LINE
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EXISTING RETAINING
WALL TO REMAIN

LIMITS OF REMOVAL
SAWCUT LINE

EXISTING WALL WITH WOOD
FENCE TOPPER TO REMAIN

EXISTING TWO STORY
BUILDING TO REMAIN

LIGHT STD. TO
BE REMOVED

LIMITS OF REMOVAL
SAWCUT LINE

LEGEND

EXISTING STORM DRAIN

EXISTING WATER

EXISTING SEWER

EXISTING GAS

EXISTING OVERHEAD WIRES

EXISTING RIGHT OF WAY
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AC PAVING TO BE REMOVED (42,324 S.F.)

WALLS TO BE REMOVED

CATCH BASIN TO BE REMOVED

DEMOLITION NOTES

2

4

5

6

10

9

7

3

1 REMOVE ASPHALT PAVEMENT.

REMOVE CONCRETE CURB.

REMOVE ASPHALT CURB.

REMOVE PCC CONCRETE MEDIAN, TICKET STATION AND BOLLARDS.

REMOVE CMU/CIP WALL.

REMOVE CONCRETE WALL.

REMOVE TREE.

REMOVE LIGHT STANDARD, FOUNDATION, POWER, TIMERS, ETC.

REMOVE SIGN, POLE AND FOOTING.

REMOVE INFORMATION KIOSK STRUCTURE, FOUNDATION, POWER
AND ALL ASSOCIATED COMMUNICATION LINES.

REMOVE CATCH BASIN INLET.

REMOVE EXITING POWER POLE/TRANSFORMER PER SEPARATE
ELECTRICAL PLANS.

REMOVE EXISTING WOODEN FENCE.

REMOVE EXISTING CHAIN LINK FENCE.

REMOVE EXISTING 2" WATER VALVE AND BACKFLOW.

REMOVE EXISTING IRRIGATION CONTROLLER AND VALVE.
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BEGIN WOOD FENCE REMOVAL LIMITS
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5

LIMITS OF WALL REMOVAL

GENERAL NOTE
1. PROTECT ADJACENT PROPERTY VEGETATION & IRRIGATION AND

REPLACE ANY DAMAGED VEGETATION AND/OR IRRIGATION.

2. NATIVE AMERICAN MONITOR TO BE PRESENT AS PROVIDED BY
COUNTY OF SANTA BARBARA.

3. REMOVE ALL EXISTING ONSITE IRRIGATION LINES AND VALVES.

4. REMOVE ALL EXISTING ONSITE LIGHTING, CONDUITS AND
CONTROLLERS.

*EXISTING UTILITIES NOTE
LOCATION, SIZE AND DEPTH OF EXISTING UTILITIES SHOWN ARE
ESTIMATES ONLY AND WERE BASED ON AS-BUILT PLANS AND OBSERVED
SURFACE EVIDENCE. CONTRACTOR TO TO FIELD VERIFY LOCATION, SIZE,
DEPTH AND MATERIAL TYPE OF ALL EXISTING UTILITIES PRIOR TO
CONSTRUCTION AND NOTIFY ENGINEER OF ANY AND ALL DISCREPANCIES.

APPROXIMATELY
22" DIAMETER OAK

7 JUNIPER TREES

BOTTLE BRUSH

7
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BEGIN CL FENCE REMOVAL
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END CL FENCE REMOVAL
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7 48" PALM TREE
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PROJECT ENGINEER         

333 N. LANTANA ST, SUITE 287, CAMARILLO, CA 93010
PHONE: 805.322.4443  WEBSITE: WWW.ECGCIVIL.COM

GLEN H. PACE
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BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

100% CONSTRUCTION

DOCUMENTS

1019 GARDEN STREET

SANTA BARBARA, CA 93101

RCE 61,468  EXP. 06/30/2025
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1
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4

CONSTRUCT 6" CONCRETE CURB, TYPE A1-6(150) PER SPPWC STD. PLAN 120-2.
FOR 0" CURB SEE DETAIL "H" ON SHEET "C-009".

CONSTRUCT 6" CURB WITH 18" GUTTER, TYPE A2-6(150) PER SPPWC STD. PLAN 120-2.

CONSTRUCT DRIVE AISLE AND PARKING STALL ASPHALT PAVEMENT SECTION PER DETAILS "A" AND "B"
ON SHEET C-009.

CONSTRUCT  PCC PEDESTRIAN PAVEMENT WITH THICKENED EDGE PER DETAIL "D" ON SHEET C-009.
COLOR, FINISH AND SCORE PATTERN PER LANDSCAPE PLANS.

CONSTRUCT ACCESSIBLE CURB RAMP PER SPPWC STD. 111-5, CASE B, TYPE 1.
PROVIDE CAST-IN-PLACE ARMOR-TILE TACTILE SYSTEMS DETECTABLE WARNING TRUNCATED DOMES
(FEDERAL YELLOW IN COLOR)

CONSTRUCT ACCESSIBLE CURB RAMP PER SPPWC STD. 111-5, CASE D, TYPE 1 - MODIFIED WITH CURB
ON BOTH SIDES. PROVIDE CAST-IN-PLACE ARMOR-TILE TACTILE SYSTEMS DETECTABLE WARNING
TRUNCATED DOMES (FEDERAL YELLOW IN COLOR)

CONSTRUCT DECOMPOSED GRANITE PLAZA PER ARCHITECT'S PLANS. INSTALL PER SOILS ENGINEER'S
RECOMMENDATIONS.

CONSTRUCT 36"-WIDE CONCRETE RIBBON GUTTER PER SPPWC STD. PLAN 122-2 AND DETAIL "E" ON
SHEET "C-009".

CONSTRUCT VEHICULAR CONCRETE PER SOILS ENGINEER'S RECOMMENDATION AND DETAIL "C" ON
SHEET "C-009".

CONSTRUCT 4" WIDE WHITE PARKING LOT STRIPING.

CONSTRUCT ADA PARKING STALL STRIPING AND SIGNAGE PER ARCHITECT'S PLAN AS-7.0.1, DETAILS 3,
8 AND 9.

CONSTRUCT GRADED SWALE PER DETAIL "I" ON SHEET "C-009". SLOPE = 1.0% MINIMUM.

CONSTRUCT RETAINING WALL PER STRUCTURAL PLANS.

CONSTRUCT SCREEN WALL PER ARCHITECT'S PLANS AND SEPARATE PERMIT.

CONSTRUCT CONCRETE ACCESS RAMP PER LANDSCAPE ARCHITECT'S & STRUCTURAL PLANS.

CONSTRUCT OUTDOOR CLASSROOM SPACE WALLS PER ARCHITECT'S PLANS AND SEPARATE PERMIT.

CONSTRUCT STORM DRAIN IMPROVEMENTS PER STORM DRAIN PLANS - SEE UTILITY PLANS.

CONSTRUCT WATER/FIRE WATER IMPROVEMENTS OUTSIDE OF BUILDING LIMITS PER UTILITY PLANS.

CONSTRUCT CONCRETE WHEEL STOP PER DETAIL "G" ON SHEET "C-009".

CONSTRUCT CONCRETE PRIVATE COURT PATIO PER ARCHITECT'S AND STRUCTURAL PLANS.

CONSTRUCT DECORATIVE CONCRETE WALL PER LANDSCAPE ARCHITECT'S PLANS.

CONSTRUCT CONCRETE CURB CUT PER DETAIL "L" ON SHEET C-010.

CONSTRUCT "NO CLIMB" FENCE PER ARCHITECT'S PLAN.

INSTALL FENCE TOPPER ON TOP OF WALL PER STRUCTURAL PLANS.

EXISTING WALL TO REMAIN - PROTECT IN PLACE.

EXISTING RETAINING WALL WITH WOOD FENCE TOPPER TO REMAIN - PROTECT IN PLACE.

CONSTRUCT 12" RETAINGIN CURB PER DETAIL "N" ON SHEET 10.
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PROJECT ENGINEER         

333 N. LANTANA ST, SUITE 287, CAMARILLO, CA 93010
PHONE: 805.322.4443  WEBSITE: WWW.ECGCIVIL.COM
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SANTA

BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

100% CONSTRUCTION

DOCUMENTS

1019 GARDEN STREET

SANTA BARBARA, CA 93101

RCE 61,468  EXP. 06/30/2025
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CONSTRUCT 6" CONCRETE CURB, TYPE A1-6(150) PER SPPWC STD. PLAN 120-2.
FOR 0" CURB SEE DETAIL "H" ON SHEET C-009.

CONSTRUCT 6" CURB WITH 18" GUTTER, TYPE A2-6(150) PER SPPWC STD. PLAN 120-2.

CONSTRUCT DRIVE AISLE AND PARKING STALL ASPHALT PAVEMENT SECTION PER DETAILS "A" AND "B"
ON SHEET C-009.

CONSTRUCT  PCC PEDESTRIAN PAVEMENT WITH THICKENED EDGE PER DETAIL "D" ON SHEET C-009.
COLOR, FINISH AND SCORE PATTERN PER LANDSCAPE PLANS.

CONSTRUCT ACCESSIBLE CURB RAMP PER SPPWC STD. 111-5, CASE B, TYPE 1.
PROVIDE CAST-IN-PLACE ARMOR-TILE TACTILE SYSTEMS DETECTABLE WARNING TRUNCATED DOMES
(FEDERAL YELLOW IN COLOR)

CONSTRUCT ACCESSIBLE CURB RAMP PER SPPWC STD. 111-5, CASE D, TYPE 1 - MODIFIED WITH CURB
ON BOTH SIDES. PROVIDE CAST-IN-PLACE ARMOR-TILE TACTILE SYSTEMS DETECTABLE WARNING
TRUNCATED DOMES (FEDERAL YELLOW IN COLOR)

CONSTRUCT DECOMPOSED GRANITE PLAZA PER LANDSCAPE ARCHITECT'S PLANS. INSTALL PER SOILS
ENGINEER'S RECOMMENDATIONS.

CONSTRUCT 36"-WIDE CONCRETE RIBBON GUTTER PER SPPWC STD. PLAN 122-2 AND DETAIL "E" ON
SHEET "C-009".

CONSTRUCT VEHICULAR CONCRETE PER SOILS ENGINEER'S RECOMMENDATION AND DETAIL "C" ON
SHEET C-009.

CONSTRUCT 4" WIDE WHITE PARKING LOT STRIPING.

CONSTRUCT ADA PARKING STALL STRIPING AND SIGNAGE PER ARCHITECT'S PLAN AS-7.0.1, DETAILS 3,
8 AND 9.

CONSTRUCT GRADED SWALE PER DETAIL "I" ON SHEET C-009. SLOPE = 1.0% MINIMUM.

CONSTRUCT RETAINING WALL PER STRUCTURAL PLANS.

CONSTRUCT SCREEN WALL PER ARCHITECT'S PLANS AND SEPARATE PERMIT.

CONSTRUCT CONCRETE ACCESS RAMP PER LANDSCAPE ARCHITECT'S & STRUCTURAL PLANS.

CONSTRUCT OUTDOOR CLASSROOM SPACE WALLS PER ARCHITECT'S PLANS AND SEPARATE PERMIT.

CONSTRUCT STORM DRAIN IMPROVEMENTS PER STORM DRAIN PLANS - SEE UTILITY PLANS.

CONSTRUCT WATER/FIRE WATER IMPROVEMENTS OUTSIDE OF BUILDING LIMITS PER UTILITY PLANS.

CONSTRUCT CONCRETE WHEEL STOP PER DETAIL "G" ON SHEET C-009.

CONSTRUCT CONCRETE PRIVATE COURT PATIO PER LANDSCAPE ARCHITECT'S AND STRUCTURAL PLANS.

CONSTRUCT DECORATIVE CONCRETE WALL PER LANDSCAPE ARCHITECT'S PLANS.

CONSTRUCT CONCRETE CURB CUT PER DETAIL "L" O SHEET C-010.

CONSTRUCT "NO CLIMB" FENCE PER ARCHITECT'S PLAN.

INSTALL FENCE TOPPER ON TOP OF WALL PER STRUCTURAL PLANS.

EXISTING WALL TO REMAIN - PROTECT IN PLACE.

EXISTING RETAINING WALL WITH WOOD FENCE TOPPER TO REMAIN - PROTECT IN PLACE.

CONSTRUCT 12" RETAINGIN CURB PER DETAIL "N" ON SHEET 10.
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SCREEN WALL

PROP RETAINING WALL
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PROP. WALL

JUT

TRENCH DRAIN
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CURB

EXISTING SURFACE
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PUBLIC ROW PER SEPARATE
PLANS AND PERMIT

JUT
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57.00 TOP OF MAT SLAB (TYP)
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18" THICK MAT FOUNDATION
PER STRUCTURAL PLANS

18" THICK MAT FOUNDATION
PER STRUCTURAL PLANS

18" THICK MAT FOUNDATION
PER STRUCTURAL PLANS

18" THICK MAT FOUNDATION
PER STRUCTURAL PLANS

18" THICK MAT FOUNDATION
PER STRUCTURAL PLANS 18" MAT FOUNDATION PER STRUCTURAL PLANS
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8" AND 12" STORM DRAINS
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11

3

51.35 INV NEW 18" PIPE
(51.10 INV) 24" CONC"

7

WATER  LINE
SEE OFFSITE PLANS

SEE PLUMBING PLAN P-1.0.0
FOR SEWER CONTINUATION

BPT-46IB (5'x7')
BIOPOD UNIT

 

OR

IRRIGATION  LINE
SEE OFFSITE PLANS

DOMESTIC WATER METER
SEE OFFSITE PLANS

11

2

IRRIGATION
WATER METER

1

BPT-46.5IB (5'x7.5')
BIOPOD UNIT

STORM DRAIN CONSTRUCTION NOTES

10

10

IMPROVEMENTS WITHIN RIGHT-OF-WAY PER SEPARATE CITY OF SANTA BARBARA PLANS AND PERMIT (C-1-4966)

NOTE:

2

3

4

6

7

8

9

10

CONSTRUCT 4" DIA. SDR 35 PVC STORM DRAIN PIPE PER TRENCH DETAIL "F" ON SHEET C-009.

CONSTRUCT 6" DIA. SDR 35 PVC STORM DRAIN PIPE PER TRENCH DETAIL "F" ON SHEET C-009.  SLOPE PER PLAN.

CONSTRUCT 8" DIA. SDR 35 PVC STORM DRAIN PIPE PER TRENCH DETAIL "F" ON SHEET C-009.  SLOPE PER PLAN.

CONSTRUCT 12" DIA. SDR 35 PVC STORM DRAIN PIPE PER TRENCH DETAIL "F" ON SHEET C-009. SLOPE PER PLAN.

INSTALL 6" ATRIUM GRATE PER ARCHITECT'S PLANS.

CONSTRUCT BROOKS PRECAST 12" SQUARE GRATED DROP INLET CATCH BASIN WITH TRAFFIC RATED GRATE PER DETAIL "J"
ON SHEET C-009 OR APPROVED EQUAL.

CONSTRUCT BROOKS PRECAST 18" SQUARE GRATED DROP INLET CATCH BASIN WITH TRAFFIC RATED GRATE PER DETAIL "J"
ON SHEET C-009 OR APPROVED EQUAL.

CONSTRUCT CONCRETE ECCENTRIC 48" STANDARD PRE-CAST MANHOLE PER CITY OF SANTA BARBARA DETAIL S-MH-1 OR
APPROVED EQUAL.

INSTALL STORM DRAIN ELBOW, WYE, CROSS OR TEE AS SHOWN.

CONNECT ROOF DOWN DRAIN TO STORM DRAIN PER DETAIL "K" ON SHEET C-010.

CONSTRUCT BIOPOD BIOFILTER UNIT PER CONTECH ENGINEERED SOLUTIONS (SIZE AS NOTED ON PLAN).
SEE DETAIL " Z" ON SHEET C-010.

CONSTRUCT 8" WIDE, PRE-SLOPED TRENCH DRAIN WITH TRAFFIC RATED GRATE PER ZURN INDUSTRIES OR APPROVED EQUAL.

CONSTRUCT 4.5'Lx4.0'Wx5.4'D POUR-IN-PLACE CONCRETE DRAINAGE STRUCTURE WITH 6" THICK WALLS.  SIMILAR TO SPPWC
STANDARD PLAN 300-4. SEE "OUTLET STRUCTURE" DETAIL "O" ON SHEET C-006A.

CONSTRUCT 8" WIDE, PRE-SLOPED TRENCH DRAIN WITH ADA RATED GRATE PER ZURN INDUSTRIES OR APPROVED EQUAL.

5

1

11

12

6" WILKINS 350ADABGVIC BACKFLOW PREVENTER
PER FIRE PLAN SHEET FP 0.2, DETAIL 2

IRRIGATION RP & BFP
PER LANDSCAPE PLAN LI-4.0, DETAIL B

DOMESTIC WATER RP (WILKINS 600XL) & BFP
PER PLUMBING PLAN P-0.0.1 DETAIL 4

P.O.C. SEE PLUMBING PLAN
SHEET P-1.0.0 FOR P.O.C.

P.O.C. SEE LANDSCAPE PLAN SHEET
LI-1.12 FOR CONTINUATION

P.O.C. SEE FIRE PLAN SHEET
FP 1.0 FOR CONTINUATION

8

13

3

52.3 INV-OUT

n
:\

p
ro

je
ct

s\
0
4
7
5
\e

n
g
in

ee
ri
n
g
\a

ca
d
\i

m
p
ro

ve
m

en
ts

\0
4
7
5
_
u
ti
lit

y.
d
w

g
D

R
A
W

IN
G

:

13

12" DIAMETER PIPE
L=111.4', S=0.0050 MIN

8" DIAMETER PIPE
L=100', S=0.0050 MIN

12" DIAMETER PIPE
S=0.0130

6" DIAMETER PIPE
PER PLUMBING PLANS

8" DIAMETER PIPES
PER STRUCTURAL PLANS

6" DIAMETER PIPE
PER PLUMBING PLANS

6" DIAMETER PIPE
PER PLUMBING

PLANS

4

55.3 INV-4"SD
51.93 INV-12"SD

14

FIRE DEPT CONNECTION:
SEE FIRE PLANS SHEET FP

0.1 AND FP 0.2 FOR FDC
LOCATION AND DETAILS

0
0
0
6
A 2 PCC #2 01/22/24

ADDED OUTLET
STRUCTURE DETAIL "O"
TO NOTE 13 & SECTION
CALLOUT

2

2

55.15 INV NEW 18" PIPE
(54.90 INV) 24" CONC"
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ELEC.

115

PRRC COURT

.

10" PALM 10" PALM

JUT JUT JUT JUT JUT JUT
D D D D D D

TRANS

BATTERY
BACK-UP

FW FW FW

DS

DS

DS

DS

DS

DD

DD

DD

DD

DD

SD SD SD SD SD SD

S
D

S
D

S
D

SD SD

SD

S
D

SD

60.80 TG
60.1 INV

68.7 INV

60.80 TG
60.1 INV

68.80 TG
66.8 INV

70.50 TG
68.5 INV

70.50 TG
68.2 INV

68.25 TG
66.2 INV

68.50 TG
66.5 INV

67.5
INV

68.10 TG
66.1 INV

60.80 TG
58.0 INV

70.40 TG
69.0 INV

70.40 TG
68.8 INV

70.40 TG
68.6 INV

66.5
INV

S
D

59.6
INV-OUT

65.5
INV

68.25 TG
67.5 FL

63.60 TG
62.1 INV

68.8
INV

60.90 RIM
53.2 INV-IN

65.00
TG

S
D

S
D

S
D

S
D

S
D

S
D

SD

S
D

S
D

S
D

SD SD SD SD SD SD SD SD SD SD SD SD

SD

SD

SD

SD

SD

61.9
INV

6
2
.1

IN
V

S
D

S
D

S
D

SD

65.9
INV

69.0
INV

SD SD SD SD SD

68.8
INV

69.00 TG
67.0 INV

69.00 TG
67.0 INV

SD SD

65.2
INV

68.59 RIM
58.0 INV-IN

65.7 INV-8" SD
57.3 INV-12" SD

68.23 RIM
58.7 INV-IN

53.0 INV-OUT

58.5 INV-OUT

57.8 INV-OUT

60.90 RIM
53.6 INV-IN

53.4 INV-OUT

61.8
INV-IN

SD

SD

SD

SD

SD

SD

66.1
INV

SD

66.85
INV

67.0
INV

0

SCALE: 1"=10'

10 20 30

N

S E

W

LEVEL (0) = 59.6FF
LEVEL (1) = 71.6FF

PR
O
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R
T
Y
 L
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E
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O

PE
R
T
Y
 L
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E

PROPERTY LINE

SEE PLUMBING PLANS FOR FIRE WATER
LINE CONNECTION AND CONTINUATION

6" FIRE WATER
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PROJECT ENGINEER         RCE

333 N. LANTANA ST, SUITE 287, CAMARILLO, CA 93010
PHONE: 805.322.4443  WEBSITE: WWW.ECGCIVIL.COM

GLEN H. PACE 61468

SANTA

BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

100% CONSTRUCTION

DOCUMENTS

1019 GARDEN STREET

SANTA BARBARA, CA 93101

C - 008

8 10

PROPERTY LINE

JOINT UTILITY TRENCH
PER SEPARATE PLANS

STORM DRAIN

TRANSFORMER PER
ELECTRICAL PLANS

BATTERY BACKUP PER
ELECTRICAL  PLANS

M
A
T
C
H

 L
IN

E
 -

 S
E
E
 S

H
E
E
T
 C

-0
0
7

MSB UG PULL PER
ELECTRICAL  PLANS

SEE PLUMBING PLANS FOR STORM
DRAINS WITHIN BUILDING LIMITS

LEVEL (1)=71.60 FF

SANTA BARBARA
PROBATION HEADQUARTERS

2

3

4

6

7

8

9

10

CONSTRUCT 4" DIA. SDR 35 PVC STORM DRAIN PIPE PER TRENCH DETAIL "F" ON SHEET C-009.

CONSTRUCT 6" DIA. SDR 35 PVC STORM DRAIN PIPE PER TRENCH DETAIL "F" ON SHEET C-009.  SLOPE PER PLAN.

CONSTRUCT 8" DIA. SDR 35 PVC STORM DRAIN PIPE PER TRENCH DETAIL "F" ON SHEET C-009.  SLOPE PER PLAN.

CONSTRUCT 12" DIA. SDR 35 PVC STORM DRAIN PIPE PER TRENCH DETAIL "F" ON SHEET C-009. SLOPE PER PLAN.

INSTALL 6" ATRIUM GRATE PER ARCHITECT'S PLANS.

CONSTRUCT BROOKS PRECAST 12" SQUARE GRATED DROP INLET CATCH BASIN WITH TRAFFIC RATED GRATE PER DETAIL "J"
ON SHEET C-009 OR APPROVED EQUAL.

CONSTRUCT BROOKS PRECAST 18" SQUARE GRATED DROP INLET CATCH BASIN WITH TRAFFIC RATED GRATE PER DETAIL "J"
ON SHEET C-009 OR APPROVED EQUAL.

CONSTRUCT CONCRETE ECCENTRIC 48" STANDARD PRE-CAST MANHOLE PER CITY OF SANTA BARBARA DETAIL S-MH-1 OR
APPROVED EQUAL.

INSTALL STORM DRAIN ELBOW, WYE, CROSS OR TEE AS SHOWN.

CONNECT ROOF DOWN DRAIN TO STORM DRAIN PER DETAIL "K" ON SHEET C-010.

CONSTRUCT BIOPOD BIOFILTER UNIT PER CONTECH ENGINEERED SOLUTIONS (SIZE AS NOTED ON PLAN).
SEE DETAIL " Z" ON SHEET C-010.

CONSTRUCT 8" WIDE, PRE-SLOPED TRENCH DRAIN WITH TRAFFIC RATED GRATE PER ZURN INDUSTRIES OR APPROVED EQUAL.

STORM DRAIN CONSTRUCTION NOTES

5

1

2

2

2

3 3

6

6

7

117 10

9

9

10

3

12

12

BACKFLOWFIRE HYDRANT

10

10

2

7

5

2
2

3

7

10

2

2
5

9

2

9

9

3

1

4

9

2

DD

LEGEND

CATCH BASIN

TRENCH DRAIN

BIOPOD BIOFILTRATION UNIT

DOWN DRAIN (CONNECT TO SD)

DOWN SPOUT

ECCENTRIC CONCRETE MANHOLE

 

STORM DRAIN

MINOR DRAIN

WATER

FIRE WATER

SEWER

GAS

JOINT UTILITY TRENCH

FIRE DEPT CONNECTION/
DOUBLE CHECK VALVE

SD

D

W

FW

S

DS G

JUT

FDC/DDCV

 

OR

9

8

11

1

9

1

3

1

2

4

4

3

6

10 10

BPU-413IB (5'x14')
BIOPOD UNIT

9

6

2

2

9

8

L=82.0'
S=0.0100 MIN

L=41.3'
S=0.0100 MIN

12

L=80.8'
S=0.057

8

8
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5

22

12" DIAMETER PIPE
L=111.4', S=0.0050 MIN

8" DIAMETER PIPE
L=100', S=0.0050 MIN

UTILITY PLAN
WEST

L=75.8'
S=0.0410

4

1 PCC #1 12/19/23
2 PCC #2 01/22/24

REVISED STORM DRAIN
ALIGNMENT & RELOCATED
ELECTRICAL COMPONENTS

2

2
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PROJECT ENGINEER         

333 N. LANTANA ST, SUITE 287, CAMARILLO, CA 93010
PHONE: 805.322.4443  WEBSITE: WWW.ECGCIVIL.COM

GLEN H. PACE

SANTA

BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

100% CONSTRUCTION

DOCUMENTS

1019 GARDEN STREET

SANTA BARBARA, CA 93101

RCE 61,468  EXP. 06/30/2025

C - 009

SECTIONS
& DETAILS

9 11

PIPE SIZE PER PLAN

C
O

V
E
R
 V

A
R
IE

S

PAVED AREAS:
UNPAVED AREAS:
NATIVE  BACKFILL PER SSPWC
SECTION 217-2, COMPACT PER
SOILS REPORT
RECOMMENDATIONS

 SAND BEDDING
6" MINIMUM

SAND BACKFILL COMPACTED TO
A MIN. 90% MAX. DRY DENSITY

TRENCH BACKFILL PER
SSPWC SECTION 217-2

SUBBASE COMPACTED
TO 95% MAX. DRY
DENSITY

MATCH EXISTING
STRUCTURAL SECTION

1
2
"

M
IN

.

TRENCH WIDTH

TRENCHING & BACKFILLING
TRENCH BACKFILL ABOVE PIPE BEDDING SHALL
BE COMPACTED TO 95% MAX. DRY DENSITY
DETERMINED FROM ASTM D1557 AND PER
GEOTECHNICAL REPORT RECOMMENDATIONS.

8" MIN/12" MAX PER SSPWC 306-3.4

DETECTABLE TAPE WITH APPROPRIATE
IDENTIFICATION

TRACER WIRE

NOTE:  CONTRACTOR SHALL VERIFY EXISTING UTILITIES BY POTHOLING PRIOR TO
CONSTRUCTION AND NOTIFY THE ENGINEER OF ANY CONFLICTS OR DISCREPANCIES.

COMPACT TOP 8" OF NATIVE MATERIAL, OR
BACKFILL TO MINIMUM 90% MAX. DRY DENSITY

-
F

N.T.S.

DRIVE AISLE ASHPHALT PAVEMENT
-
A

N.T.S.

CONCRETE PAVEMENT SECTION - PEDESTRIAN
-
D

3"

6"

4
" 

M
IN

.

4"

N.T.S.

CONCRETE PAVEMENT SECTION - VEHICULAR
-
C

#4 BARS @ 12" O/C BOTH WAYS

2
"

3"

8"

COLOR, FINISH & PATTERN PER
LANDSCAPE ARCHITECT'S PLANS

7
" 

M
IN

.

2"

THICKENED EDGE
ALL SIDES (TYP)

NOTE: CONSTRUCT EXPANSION JOINTS AT 60' MAXIMUM SPACING.
CONSTRUCT WEAKENED-PLANE JOINTS AT MAXIMUM 10' SPACING.

560-C-3250 PER SSPWC 201
(TYPE II CEMENT)

12" MIN. SUBGRADE  COMPACTED TO A
MIN. OF 95% MAX.  RELATIVE DENSITY

6" MIN. CLASS II AGG.
BASE COMPACTED TO  A

MIN. OF 95% MAX.
RELATIVE DENSITY

R-VALUE = 10
T.I. = 6.0

3.5" MIN. A.C. COMPACTED
TO A MIN. OF 95% MAX.
RELATIVE DENSITY

1
5
.5

"
1
2
"

FINISHED SURFACE

1.0% MIN

CROSS SLOPE PER PLAN

R-VALUE = 10
T.I. = 7.0

3
.5

"
3" MIN. A.C. COMPACTED
TO A MIN. OF 95% MAX.
RELATIVE DENSITY

1
3
"

1
2
"

1.0% MIN

CROSS SLOPE PER PLAN

3
"

FINISHED SURFACE

N.T.S.

PARKING STALL ASHPHALT PAVEMENT
-
B

N.T.S.

0" CONCRETE CURB
-
H

NOTE: 1" DEEP CRACK CONTROL JOINTS TO BE LOCATED WITH A
MAXIMUM OF 10' SPACING. TOP OF CURB SHALL HAVE A SMOOTH
TROWEL FINISH.

R=1
2"(TYP)

6"

1
2
"

12" MIN. NATIVE SUBGRADE
COMPACTED TO A MIN. OF
95% MAX. RELATIVE DENSITY

#4 REBAR (CONTINUOUS)

FINISH GRADE

560-C-3250
CONCRETE (MIN.)

PER SSPWC 201
TYPE II CEMENT)

N.T.S.

CONCRETE WHEEL STOP DETAIL
-
G

8
"

4" 4"#4 AT 12" OC EW (CENTERED)

6
"

M
IN

NOTES:
1. CONSTRUCT WEAKENED PLANE JOINTS ALONG RIBBON GUTTER AT INTERVALS NOT TO EXCEED

10-FEET OC.

2. CONSTRUCT 1/2" WIDE EXPANSION JOINTS ALONG RIBBON GUTTER AT INTERVALS NOT TO
EXCEED 60-FEET OC WITH THREE (3) EQUALLY SPACED 1-INCH DIA x 16" LONG EPOXY COATED
DOWELS ACROSS JOINT (CENTERED VERTICALLY IN GUTTER).

3. MAXIMUM CROSS SLOPE FOR GUTTER AT ADA PARKING AREA AND WHERE STRIPED ADA
PATHWAY CROSSES RIBBON GUTTER = 2.0%
MAXIMUM SLOPE AT STANDARD GUTTER = 3.1%

4. SEE BELOW FOR TYPICAL RIBBON GUTTER TO CURB AND GUTTER TRANSITION LENGTH, T.

3
4" STD

1
2" ADA

MAX CROSS SLOPE

SEE NOTE 3

LONGITUDINAL
SLOPE

MIN. T LENGTH
(FT)

0.50% TO 1% 12
>1% 6

PAVING
PER PLAN

1"

W=48" U.N.O.

1"2'2'

CMB AT 95%
RELATIVE COMPACTION

3
8" LIP

N.T.S.

RIBBON GUTTER
-
E

THE TOP OF GROUND

#5 REBARSM
IN

.
2
4
''

INTO PAVEMENT (FROM 

END VIEWSIDE VIEW

TOP VIEW

#5 REBAR, MIN. 24" 

9''

4'

OBLIQUE VIEW

12" MIN. SUBGRADE COMPACTED
TO A MIN. OF 95% RELATIVE
COMPACTION (ASTM D1557)

12" MIN. SUBGRADE COMPACTED
TO A MIN. OF 95% RELATIVE
COMPACTION (ASTM D1557)

15.5" MIN. CLASS II AGGREGATE
BASE COMPACTED TO A MIN. OF
95% RELATIVE COMPACTION

13.0" MIN. CLASS II AGGREGATE
BASE COMPACTED TO A MIN. OF
95% RELATIVE COMPACTION

1/4" TOOLED RADIUS

NOTE: CONSTRUCT EXPANSION JOINTS AT 60' MAXIMUM SPACING.
CONSTRUCT WEAKENED-PLANE JOINTS AT MAXIMUM 10' SPACING.

4
"

12" MIN. SUBGRADE  COMPACTED TO A
MIN. OF 95% MAX.  RELATIVE DENSITY

COLOR, FINISH & PATTERN PER
LANDSCAPE ARCHITECT'S PLANS

1/4" TOOLED RADIUS

#3 BARS @ 18" O/C BOTH WAYS

560-C-3250 PER SSPWC 201
(TYPE II CEMENT)

THICKENED EDGE
ALL SIDES (TYP)

N.T.S.

TYPICAL PLASTIC GRAVITY PIPE TRENCH

N.T.S.

GRADED EARTHEN SWALE
-
I

24"

12" 12"

*FLOWLINE AND/OR
FINISH GRADE (S)
AS SHOWN ON PLAN

FL
PE

R
 P

LA
N
*

6
"

GRADED EARTHEN SWALE

16" MIN. SUBGRADE COMPACTED
TO 90% RELATIVE COMPACTION

GALVANIZED
FRAME

GALVANIZED TRAFFIC RATED ADA PEDESTRIAN
GRATE W/ BOLT-DOWN CONFIGURATION

MATCH FLUSH WITH ADJACENT

LANDSCAPING OR PAVING

POP-OUT

CONNECT PVC DRAIN AT
INVERT INDICATED ON

STORM DRAIN PLANS

BROOKS PRODUCTS 1212CB
(1818CB  WHERE INDICATED)
CATCH BASIN OR APPROVED EQUAL

CONCRETE CATCH BASIN WITH TRAFFIC RATED GRATE
N.T.S. -

J
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6" MIN. CLASS II AGG.
BASE COMPACTED TO  A

MIN. OF 95% MAX.
RELATIVE DENSITY
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PROJECT ENGINEER         

333 N. LANTANA ST, SUITE 287, CAMARILLO, CA 93010
PHONE: 805.322.4443  WEBSITE: WWW.ECGCIVIL.COM

GLEN H. PACE

SANTA

BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

100% CONSTRUCTION

DOCUMENTS

1019 GARDEN STREET

SANTA BARBARA, CA 93101

RCE 61,468  EXP. 06/30/2025

C - 010

DETAILS

10 11

N.T.S.

BIOPOD BIOFILTRATION UNIT
-
Z

SEE STRUCTURAL PLAN
FOR PENETRATION OF

EXTERIOR GRADE BEAM

ROOF DOWN DRAIN
(SEE ARCHITECTS

PLANS)

PIPE SIZE AND TYPE PER
PLUMBING PLANS AT

2.0% MINIMUM GRADE

MATCH PIPE SIZE PER
PLUMBING PLANS

PROVIDE WATER TIGHT
SADDLE, TEE OR WYE

CONNECTIONS

BUILDING

FOUNDATION
FOOTING

INSTALL ADDITIONAL BENDS
WHERE FOOTING EXTENDS
BEYOND BUILDING FACE

2.0% MINIMUM
GRADE

STORM DRAIN SIZE AND
DEPTH VARIES, PER PLAN

6"

N.T.S.

ROOF DRAIN CONNECTION DETAIL
-
K

6
"

24"

6"12"6"

6
"

N.T.S.

DRAINAGE CURB CUT
-
L

N.T.S. -
M

BPU-46.5IB

5'x7.5'

SIDE

SIDE

8" DIA

8" DIA

PVC

PVC

58.7

56.5

61.7

RIGHT
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1
'-

6
"

1
'-

0
" 

M
A
X

6"

#3 AT 12" OC
(CENTERED - TYP)

1/2" RAD.
GRADING
PER PLAN

#3 HORIZ AT 12" O.C.
(CENTERED - TYP) 3" CLR

NOTES:
1. CONCRETE SHALL BE CLASS 560-C-3250.
2. EXPOSED EDGES SHALL HAVE A 1/2" TOOLED RADIUS.
3. SUBGRADE SOILS SHALL BE COMPACTED TO 90% RELATIVE COMPACTION.
4. INSTALL WEAKENED PLANE JOINTS AT 12' MAX SPACING.

N.T.S. -
N12" RETAINING CURB

BPU-413IB

5'x14'

FRONT

SIDE

12" DIA

12" DIA

PVC

PVC

61.8

59.6

65.0

RIGHT

BPU-46.5IB

5'x7.5'

SIDE

SIDE

8" DIA

8" DIA

STEEL

STEEL

52.7

52.2

58.3

RIGHT

REAR PARKING AREA

FRONT NORTHEAST CORNER

FRONT SOUTHEAST - WITHIN BUILDING FOOTPRINT

BIOPOD
PER PLAN

1 PCC #1 12/19/23

2

REFER TO ARCHITECT'S PLANS FOR
ACCESSIBLE PARKING DETAILS 2 ADA DETAIL

REMOVED
02/13/24
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SANTA BARBARA
PROBATION HEADQUARTERS

EROSION CONTROL PLAN
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03-28-2024

EXISTING TWO STORY
BUILDING WALLS TO REMAIN
(PROTECT IN PLACE)

NPDES GENERAL NOTES
1. CONSTRUCTION SITES SHALL BE MAINTAINED IN SUCH A CONDITION THAT AN ANTICIPATED STORM OR CONSTRUCTION ACTIVITY DOES NOT CARRY WASTES OR

POLLUTANTS OFF THE SITE.

2. DISCHARGES OF MATERIALS OTHER THAN STORM WATER ARE ALLOWED ONLY WHEN NECESSARY FOR PERFORMANCE AND COMPLETION OF CONSTRUCTION
PRACTICES AND WHERE THEY DO NOT: CAUSE OR CONTRIBUTE TO A VIOLATION OF ANY WATER QUALITY STANDARD; CAUSE OR THREATEN TO CAUSE POLLUTION,
CONTAMINATION, OR NUISANCE; OR CONTAIN A HAZARDOUS SUBSTANCE IN A QUANTITY REPORTABLE UNDER FEDERAL REGULATIONS 40 CFR PARTS 117 & 302.

3. POTENTIAL POLLUTANTS INCLUDE BUT ARE NOT LIMITED TO:  SOLID OR LIQUID CHEMICAL SPILLS: WASTES FROM PAINTS, STAINS, SEALANTS, GLUES, LIMES,
PESTICIDES, HERBICIDES, WOOD PRESERVATIVES AND SOLVENTS; ASBESTOS, FIBERS, PAINT FLAKES OR STUCCO FRAGMENTS; FUELS, OILS, LUBRICANTS, AND
HYDRAULIC, RADIATOR OR BATTERY FLUIDS; FERTILIZERS, VEHICLE/EQUIPMENT WASH WATER AND CONCRETE WASH WATER; CONCRETE, DETERGENT OR
FLOATABLE WASTES; WASTES FROM ANY ENGINE/EQUIPMENT STEAM CLEANING OR CHEMICAL DEGREASING; AND SUPERCHLORINATED POTABLE WATER LINE
FLUSHINGS.

4. DURING CONSTRUCTION, DISPOSAL OF SUCH MATERIALS SHOULD OCCUR IN A SPECIFIED AND CONTROLLED TEMPORARY AREA ON-SITE, PHYSICALLY SEPARATED
FROM POTENTIAL STORM WATER RUN-OFF, WITH ULTIMATE DISPOSAL IN ACCORDANCE WITH LOCAL, STATE, AND FEDERAL REQUIREMENTS.

5. DEWATERING OF CONTAMINATED GROUNDWATER, OR DISCHARGING CONTAMINATED SOILS VIA SURFACE EROSION, IS PROHIBITED.  DEWATERING OF
NON-CONTAMINATED GROUNDWATER REQUIRES A NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) PERMIT FROM THE RESPECTIVE STATE OF
WATER QUALITY CONTROL BOARD.

6. ALL ACTIVITIES WILL CONFORM TO CALIFORNIA STATE WATER RESOURCES CONTROL BOARD NPDES PERMIT NO. CAS000002 AND CALIFORNIA STORM WATER BEST
MANAGEMENT PRACTICES HANDBOOK.

7. THE PROJECT CONTRACTOR SHALL INCORPORATE BEST MANAGEMENT PRACTICE (BMP'S) APPLICABLE TO THE DEVELOPMENT. BMP'S FOR THIS PROJECT WILL
INCLUDE (BUT ARE NOT LIMITED TO THE FOLLOWING):

A. ALL STORM DRAIN INLETS SHALL BE LABELED  “DON'T DUMP - DRAINS TO OCEAN”

B. ALL AREAS SHALL BE MAINTAINED FREE OF LITTER AND DEBRIS TO PREVENT THE ACCUMULATION OF LITTER AND DEBRIS FROM ENTERING THE STORM
DRAIN OR BEING BLOWN OFF THE SITE.  NO CLEANING AGENT OR OTHER POLLUTANT SHALL BE DISCHARGED INTO THE STORM DRAIN SYSTEM.  IF ANY
CLEANING AGENT OR DEGREASER IS USED, WASH WATER SHALL NOT BE DISCHARGED TO THE STORM DRAIN OR DISCARDED ON SITE.  WASH WATER
SHALL BE COLLECTED BY VACUUM OR OTHER SUCH APPROPRIATE METHOD AND DISCARDED AT AN APPROVED DISPOSAL LOCATION.

C. ALL STORM DRAINS SHALL BE CLEANED, USING APPROPRIATE METHODS AND TO THE SATISFACTION OF THE CITY ENGINEER PRIOR TO ACCEPTANCE

8. A DESIGNATED QUALIFIED SWPPP PRACTITIONER (QSP) SHALL BE RESPONSIBLE FOR IMPLEMENTATION OF THE SWPPP MEASURES.

9. A STANDBY CREW FOR EMERGENCY WORK SHALL BE AVAILABLE AT ALL TIMES DURING THE RAINY SEASON (NOVEMBER 1 TO APRIL 15).  NECESSARY MATERIALS
SHALL BE AVAILABLE ON-SITE AND STOCKPILED AT CONVENIENT LOCATIONS TO FACILITATE RAPID CONSTRUCTION OF EMERGENCY DEVICES WHEN RAIN IS
IMMINENT.

10. ALL SILT AND DEBRIS SHALL BE REMOVED FROM ALL DEVICES WITHIN 24 HOURS AFTER EACH RAINSTORM.

11. THE LOCATION AND DESIGN OF ALL EROSION CONTROL MEASURES SHOWN ON THESE PLANS ARE TENTATIVE ONLY AND SUBJECT TO REVISIONS AS DETERMINED
BY THE QSP. ACTUAL EROSION CONTROL SHALL BE INSTALLED TO THE SATISFACTION OF THE RESIDENT INSPECTOR AS CONDITIONS WARRANT. SILT, DEBRIS AND
MUD SHALL BE PROMPTLY REMOVED FROM ALL EROSION CONTROL STRUCTURES AFTER EACH RAIN TO THE SATISFACTION OF THE RESIDENT INSPECTOR.

12. THE FOLLOWING BMPS FROM THE CALIFORNIA STORMWATER QUALITY ASSOCIATION - STORMWATER BEST MANAGEMENT PRACTICE HANDBOOK (CONSTRUCTION),
NEWEST EDITION, MUST BE IMPLEMENTED FOR ALL CONSTRUCTION ACTIVITIES AS APPLICABLE:

13. THE FOLLOWING INSPECTIONS ARE REQUIRED FOR WORK COMPLETED WITH A POLLUTION, SEDIMENT AND EROSION CONTROL PERMIT:

A. SITE INVESTIGATION: UPON SUBMITTAL OF AN APPLICATION FOR A POLLUTION, SEDIMENT AND EROSION CONTROL PERMIT;

B. INITIAL INSPECTION: WHEN PERMITTEE IS READY TO BEGIN WORK, OR DURING THE EARLY STAGES OF THE PERMITTED WORK;

C. DRAINAGE DEVICES: PRIOR TO BURIAL OF PIPING OR POURING OF CONCRETE;

D. FINAL INSPECTION: WHEN ALL EROSION CONTROL WORK, INCLUDING INSTALLATION OF DRAINAGE STRUCTURES, OTHER PROTECTIVE DEVICES, SEEDING
AND SLOPE STABILIZATION HAS BEEN COMPLETED.

EROSION CONTROL SEDIMENT CONTROL

TRACKING CONTROL

WASTE MANAGEMENT

NS1

NON-STORMWATER MANAGEMENT

WATER CONSERVATION
PRACTICES
PAVING AND GRINDING
OPERATIONS
ILLICIT CONNECTION DISCHARGE
POTABLE WATER/IRRIGATION
VEHICLE AND EQUIPMENT
CLEANING
VEHICLE AND EQUIPMENT
FUELING
VEHICLE & EQUIPMENT
MAINTENANCE
CONCRETE CURING
CONCRETE FINISHING

NS1

NS7

- MATERIAL DELIVERY AND
STORAGE
MATERIAL USE
STOCKPILE MANAGEMENT
SPILL PREVENTION AND
CONTROL
SOLID WASTE MANAGEMENT
HAZARDOUS WASTE MANAGEMENT
CONCRETE WASTE
MANAGEMENT
SANITARY/SEPTIC WASTE
MANAGEMENT

WM1

WM3
WM4

WM5

WM8

WM9

-

-
-

-

SILT FENCE
GRAVEL BAG BERM
STREET SWEEPING AND
VACUUMING
PROTECTION

SE1 -
-
-

SE6
SE7

STABILIZED CONSTRUCTION
ENTRANCE/EXIT

TC1 -

SCHEDULING
WOOD MULCHING
EARTH DIKES AND DRAINAGE
SWALES
SOIL PREPARATION/ROUGH
GRADING

EC1 -
EC8 -

-

-

-

-

WIND EROSION CONTROL

WIND EROSION CONTROLSWE1 -

NS10

NS9 -

CONSTRUCTION ENTRANCE TO BE PROTECTED PER BMP
TC-1 AND DETAIL "C" ON SHEET 2.

AREA ON SITE TO BE USED FOR MATERIALS STORAGE,
WASHOUT AREA, AND VEHICLE STORAGE PER BMPS WM-1,
WM-3, WM-8, NS-9, AND NS-10. SEE SHEET 2 FOR DETAILS.

INLET PROTECTION PER BMP SE-10, TYPE 3. SEE DETAIL "A"

ON SHEET 2.

LINEAR SEDIMENT CONTROL PER BMP SE-1 OR SE-12. SEE

DETAIL "B" ON SHEET 2.

GRAVEL BAG CHECK DAM PER BMP SE-4 AND DETAIL "I" ON

SHEET 2.

STORMWATER DISCHARGE LOCATION

SAMPLING LOCATIONS FOR BACKGROUND NON-VISIBLE

POLLUTANTS PER SECTION 7.7.1.2 OF THE SWPPP

SAMPLING LOCATIONS PER SECTION 7.7.1.2 OF THE SWPPP

DRAINAGE FLOW PATH

X

1

2

4

5

LEGEND

3

6

7

8

-SE10

NOTE: BMP DESCRIPTIONS AND DETAILS ARE SHOWN ON SHEET 2. FOR FURTHER DETAIL AND INFORMATION

            REFER TO THE "CASQA" CONSTRUCTION BMP ONLINE HANDBOOK" AT WWW.CASQA.ORG.

EC9 -

NS3 -

NS6 -

-NS12
-NS13

WM2 -

WM6 -

EC15 -

NS8 -

5

5 5

5

5

55

5

5

5 1

2

3

3

3 3 3

3

3

3

3

3

3

3

3
3

3 3

3

4

4

4

4

4

6

6

7

8

INSPECTION NOTES
THE FOLLOWING INSPECTIONS ARE REQUIRED FOR WORK COMPLETED WITH A POLLUTION, SEDIMENT AND EROSION CONTROL PERMIT:

1. SITE INVESTIGATION: UPON SUBMITTAL OF AN APPLICATION FOR A POLLUTION, SEDIMENT AND EROSION CONTROL PERMIT.
2. INITIAL INSPECTION: WHEN PERMITTEE IS READY TO BEGIN WORK, OR DURING THE EARLY STAGES OF THE PERMITTED WORK.
3. DRAINAGE DEVICES: PRIOR TO BURIAL OF PIPING OR POURING OF CONCRETE.
4. FINAL INSPECTION: WHEN ALL EROSION CONTROL WORK, INCLUDING INSTALLATION OF DRAINAGE STRUCTURES, OTHER

PROTECTIVE DEVICES, SEEDING AND SLOPE STABILIZATION HAS BEEN COMPLETED.

NOTE
NOTE: A LID FACILITIES OPERATION AND MAINTENANCE PLAN WILL BE REQUIRED FOR THE PROJECT WHEN COMPLETED.
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BACK OF SIDEWALK

STACKED TIGHTLY
SANDBAGS/GRAVEL BAGS

8" MIN PONDING HEIGHT

L =
H =
D =

SPILLWAY

SECTION

CURB INLET

CATCH BASIN

SPILLWAY
SIDEWALK

D

TO OVERLAP ONTO CURB
STRAW WATTLES/GRAVEL BAGS/SANDBAGS

BACK OF CURB

D

CATCH BASIN

CURB INLET

D

USED

USED
FLOW

WHEN STANDARD FILTER FABRIC IS USED, A WIRE MESH SUPPORT FENCE SHALL BE FASTENED 

LEAVE AN UNDISTURBED OR STABILIZED AREA IMMEDIATELY DOWNSLOPE FROM THE FENCE.

TURN THE ENDS OF THE FILTER FENCE UPHILL TO PREVENT STORMWATER FROM FLOWING 

DRAINING TO THE FENCE.
OBSTRUCTIONS. ABOUT 1200 SQ. FT. OF PONDING AREA SHALL BE PROVIDED FOR EVERY ACRE 

PROVIDE SUFFICIENT ROOM FOR RUNOFF TO POND BEHIND THE FENCE AND ALLOW SEDIMENT 
REMOVAL EQUIPMENT TO PASS BETWEEN THE SILT FENCE AND TOE OF SLOPE OR OTHER 

STABILIZED.
SILT FENCES SHALL REMAIN IN PLACE UNTIL THE DISTURBED AREA IS PERMANENTLY 

CONSTRUCT THE SILT FENCE ALONG A LEVEL CONTOUR.

SECURELY TO THE UPSLOPE SIDE OF THE POSTS USING HEAVY-DUTY WIRE STAPLES AT LEAST 
7.

AROUND THE FENCE.

DO NOT PLACE IN LIVE STREAM OR INTERMITTENTLY FLOWING CHANNELS.

4.

5.

2.

3.

1.

NOTES:

6.

1 INCH LONG, TIE WIRES OR HOG RINGS.

INLET PROTECTION SHALL BE INSPECTED AND ACCUMULATED SEDIMENTS REMOVED.  SEDIMENT

INCLUDE INLET PROTECTION MEASURES AT HILLSIDE V-DITCHES AND MISC. DRAINAGE SWALES.

MODIFY INLET PROTECTION AS NEEDED TO AVOID CREATING TRAFFIC HAZARDS.

INLET PROTECTION IS REQUIRED ALONG WITH OTHER POLLUTION PREVENTION MEASURES SUCH

CATCH BASIN/INLET PROTECTION SHALL BE INSTALLED WHEREVER THERE IS A POTENTIAL

NOTES:

5.

3.

2.

1.

SHALL BE DISPOSED OF PROPERLY AND IN A MANNER THAT ASSURES THAT THE SEDIMENT

AS; EROSION CONTROL, SOIL STABILIZATION, AND MEASURES TO PREVENT TRACKING ONTO

OF STORMWATER OR NON-STORMWATER BEING DISCHARGED INTO IT.

PAVED SURFACES.

4.

DOES NOT ENTER THE STORM DRAIN SYSTEM.

ADDITIONAL SANDBAG SEDIMENT TRAPS SHALL BE PLACED AT INTERVALS AS INDICATED ON

DAMAGED BAGS SHALL BE REPLACED IMMEDIATELY.

7.

6.

SITE PLAN.

PLAN

DRAIN SYSTEM.
PAVEMENT WASHING WITH WATER IS PROHIBITED IF IT RESULTS IN A DISCHARGE TO THE STORM 

SWEEP PAVED AREAS THAT RECEIVE CONSTRUCTION TRAFFIC WHENEVER SEDIMENT BECOMES 

REMOVE ALL SEDIMENT DEPOSITED ON PAVED ROADWAYS IMMEDIATELY.

ADDING A WASH RACK WITH A SEDIMENT TRAP LARGE ENOUGH TO COLLECT ALL WASH WATER 

STABILIZED CONSTRUCTION ENTRANCE SHALL BE:

SEDIMENTS AND OTHER MATERIALS SHALL NOT BE TRACKED FROM THE SITE BY VEHICLE 

NOTES:

3.

2.

1.

3.

2.

1.

CAN GREATLY IMPROVE EFFICIENCY.

SEDIMENTS FROM BEING DEPOSITED INTO THE PUBLIC ROADS. DEPOSITIONS MUST BE SWEPT UP 
TRAFFIC. THE CONSTRUCTION ENTRANCE ROADWAYS SHALL BE STABILIZED SO AS TO PREVENT 

IMMEDIATELY AND MAY NOT BE WASHED DOWN BY RAIN OR OTHER MEANS INTO THE STORM 
DRAIN SYSTEM.

LOCATED AT ANY POINT WHERE TRAFFIC WILL BE ENTERING OR LEAVING A CONSTRUCTION SITE
TO OR FROM A PUBLIC RIGHT OF WAY, STREET, ALLEY, AND SIDEWALK OR PARKING AREA.

PAVED SURFACES.

A SERIES OF STEEL PLATES WITH "RUMBLE STRIPS", AND/OR MIN 3"-6" COARSE AGGREGATE
WITH LENGTH, WIDTH & THICKNESS AS NEEDED TO ADEQUATLY PREVENT ANY TRACKING ONTO

B.

A.

ALL VEHICLES ACCESSING THE CONSTRUCTION SITE SHALL UTILIZE THE STABILIZED CONSTRUCTION4.
ENTRANCE SITES.

NOTES:

VISIBLE.

APPLY BMP WM-1 FROM THE 2015 CALIFORNIA STORMWATER BMP HANDBOOK FOR CONSTRUCTION
AVAILABLE AT www.cabmphandbooks.com.

DRIED, PICKED UP AND DISPOSED OF PROPERLY.
SLURRY FROM CONCRETE AND ASPHALT SAW CUTTING SHALL BE VACUUMED OR CONTAINED, 

FOR WASHOUT OF CONCRETE AND MORTAR PRODUCTS, A DESIGNATED CONTAINMENT FACILITY 

EXCESS AND WASTE CONCRETE SHALL NOT BE WASHED INTO THE STREET OR INTO A DRAINAGE 

NOTES:

3.

2.

1.

OF SUFFICIENT CAPACITY TO RETAIN LIQUID AND SOLID WASTE SHALL BE PROVIDED ON SITE.

SYSTEM.

IMPERVIOUS
SURFACE/LINING

AREA
BERMED CONTAINMENT

ABSORBENT CLEANUP
MATERIAL

A SPILL.
ABSORBENT CLEANUP MATERIAL SHALL BE ON SITE AND USED IMMEDIATELY IN THE EVENT OF 

FUELING SHALL BE PERFORMED IN A DESIGNATED AREA, AWAY FROM DRAINAGE COURSES.

2.

1.

NOTES:

LEAKING VEHICLES AND EQUIPMENT SHALL NOT BE ALLOWED ON-SITE. EQUIPMENT AND 
VEHICLES SHALL BE INSPECTED FREQUENTLY FOR LEAKS AND SHALL BE REPAIRED 
IMMEDIATELY. CLEAN UP SPILLS AND LEAKS PROMPTLY WITH ABSORBENT MATERIALS;
DO NOT FLUSH WITH WATER.

VEHICLES AND EQUIPMENT SHALL BE MAINTAINED, AND REPAIRED ON-SITE ONLY IN DESIGNATED

DESIGNATE ON-SITE VEHICLE AND EQUIPMENT MAINTENANCE AREAS, AWAY FROM STORM DRAIN 

NOTES:

4.

3.

2.

1.

AREAS. PREVENT RUN-ON AND RUN-OFF FROM DESIGNATED AREAS. CONTAINMENT DEVICES

INLETS AND WATERCOURSES.

SHALL BE PROVIDED AND AREAS SHALL BE COVERED IF NECESSARY.

SPILLS AND LEAKS WHEN REMOVING OR CHANGING FLUIDS.
ALWAYS USE SECONDARY CONTAINMENT, SUCH AS A DRAIN PAN OR DROP CLOTH, TO CATCH 

LEGALLY DISPOSE OF USED OILS, FLUIDS, AND LUBRICANTS.5.

AND CHEMICAL DRUMS.
6.

MAINTAIN AN ADEQUATE SUPPLY OF ABSORBENT SPILL CLEANUP MATERIALS IN DESIGNATED AREA. 7.

CONTAINMENT 
AREA

ABSORBENT 
CLEANUP
MATERIAL

BERMED CONTAINMENT
AREA

00
00

0
0
0
0
0
0

0
0
0
0
0
0

L

SILT FENCE CONSTRUCTED
ALONG LEVEL CONTOUR

POST @
10' O.C.
(MAX)

COMPACTED
BACKFILL

FILTER FABRIC

FILTER FABRIC

MAXIMUM
WIDTH=500'TURN LAST 6' OF

FENCE UP-SLOPESILT FENCE

MAXIMUM
SLOPE LENGTH

6"
MIN.

12"
6" MIN

MAXIMUM TRIBUTARY
AREA .25 ACRE/100FT
OF FENCE.

100'

26

24

22

ANTI-
FREEZE

OIL

PROVIDE SPILL CONTAINMENT DIKES OR SECONDARY CONTAINMENT AROUND STORED OIL, FUEL, 

CONCRETE WASHOUT AREA SHALL BE LINED WITH A MINIMUM 10 MIL. POLYETHYLENE SHEETING.
REFER TO BMP #WM-8 FROM THE 2015 CALIFORNIA CONSTRUCTION BMP HANDBOOK

4.

MINIMUM REQUIREMENTS FROM WM-1:

MATERIALS SHOULD BE STORED ON PALLETS AND SHOULD NOT BE ALLOWED TO ACCUMULATE ON THE

MATERIALS SHOULD BE STORED IN THEIR ORIGINAL CONTAINERS AND THE ORIGINAL PRODUCT LABELS

MATERIAL DELIVERY AND STORAGE AREAS SHOULD BE LOCATED NEAR THE CONSTRUCTION ENTRANCES,

3.

2.

1.

SHOULD BE MAINTAINED IN PLACE IN A LEGIBLE CONDITION.

AWAY FROM WATERWAYS OR DRAINAGE PATHS. PREFERRED METHOD OF MATERIAL STORAGE IS INDOORS
WITHIN EXISTING STRUCTURES OR SHEDS WHEN AVAILABLE. AT A MINIMUM, MATERIAL STORAGE AREA
SHALL BE SURROUNDED WITH PROTECTIVE BERMS.

GROUND. SECONDARY CONTAINMENT SHALL BE PROVIDED, WHEN POSSIBLE, TO PROVIDE PROTECTION
FROM WIND AND RAIN, MATERIALS SHOULD BE COVERED DURING NON-WORKING DAYS AND PRIOR TO
AND DURING RAIN OR WIND EVENTS.

EMPLOYEES AND SUBCONTRACTORS SHALL BE TRAINED ON PROPER MATERIAL DELIVERY AND STORAGE4.
PRACTICES AND IN EMERGENCY SPILL CLEANUP PROCEDURES.

REFER ALSO TO BMP SE-1 FROM 2015 CALIFORNIA STORMWATER B.M.P. HANDBOOK FOR CONSTRUCTION.8.

REFER ALSO TO BMP NS-8 AND NS-10 FROM 2015 CALIFORNIA STORMWATER BMP HANDBOOK
FOR CONSTRUCTION.

8.

CONSTRUCTION.
REFER ALSO TO BMP NS-9 FROM 2015 CALIFORNIA STORMWATER BMP HANDBOOK FOR3.

CORRUGATED STEEL PANELS

24' MIN.

NOTE:
CONSTRUCT SEDIMENT BARRIER
AND CHANNELIZE RUNOFF TO

50' MIN.
OR FOUR TIMES THE CIRCUMFERENCE

OF THE LARGEST CONSTRUCTION VEHICLE TIRE
WHICHEVER IS GREATER

10' MIN. OR AS REQUIRED
TO ACCOMODATE ANTICIPATED TRAFFIC,
WHICHEVER IS GREATER

MATCH EXISTING GRADE

EX
IS

TI
NG

 P
AV

ED
 R

O
AD

W
AY

20
' R

 M
IN

. D
IT

CH

SEDIMENT TRAPPING DEVICE

SEDIMENT TRAPPING
DEVICE

OVER MIN. OF 12" THICK OF
3"-6" COARSE AGGREGATE AND
FILTER FABRIC

MIN. OF 12" THICK OF
3"-6" COARSE AGGREGATE
ON TOP OF FILTER FABRIC

GRAVEL BAG INSTALLATION   SE-6I

FILL GRAVEL BAGS ONE
HALF FULL WITH GRAVEL.

GATHER TOP OF GRAVEL
BAG AND TIE SECURELY
WITH HEAVY STRING.

CARE SHOULD BE TAKEN TO
STACK GRAVEL BAGS IN
ACCORDANCE WITH THE
ILLUSTRATIONS.  STAMP EACH
GRAVEL BAG INTO PLACE,
COMPLETING EACH LAYER PRIOR
TO STARTING THE NEXT LAYER.

NOTE:
DETAILS HEREIN ARE FOR GENERAL REFERENCE ONLY. FOR

DETAILED BMP INSTALLATION INSTRUCTIONS, SEE APPENDIX
"H" OF THE PROJECT SWPPP.
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CITY OF SANTA BARBARA

COUNTY OF SANTA BARBARA PROBATION HEADQUARTERS

1019 GARDEN STREET, SANTA BARBARA, CA 93101

PROJECT NO. C-1-4966, BID NO. XXXX

SHEET INDEX

SHEET # SHEET DESIGNATOR TITLE DESCRIPTION

1 TITLE SHEET TITLE SHEET

2 DEMOLITION PLAN DEMOLITION

3 GRADING AND DRAINAGE PLAN GRADING AND DRANAGE

4 UTILITY PLAN UTILITY PLAN

5 DETAILS DETAILS

BM BENCHMARK
BOW BACK OF WALK
CTV CABLE TELEVISION
E ELECTRICAL
ECONC EDGE OF CONCRETE
FH FIRE HYDRANT
FL FLOW LINE
FOW FRONT OF WALK
G GAS
MH            MANHOLE

NTS NOT TO SCALE
R/W RIGHT OF WAY
S SEWER
SD STORM DRAIN
T TELEPHONE
TC TOP OF CURB
TMH TELEPHONE MANHOLE
P PAVEMENT
PL             PROPERTY LINE
W WATER

EXISTING WATER MAIN

EXISTING GAS MAIN

EXISTING SEWER MAIN

EXISTING SCE MAIN

EXISTING TELEPHONE MAIN

EXISTING STORM DRAIN MAIN

EXISTING FENCE

RIGHT OF WAY LINE

EXISTING CABLE TV

EXISTING EDGE OF PAVEMENT

EXISTING FLOWLINE

EXISTING FIRE HYDRANT

EXISTING WATER VALVE

EXISTING GAS VALVE

EXISTING GAS METER

EXISTING WATER METER

EXISTING TELEPHONE MANHOLE

EXISTING ELECTRIC PULL BOX

EXISTING POWER POLE

EXISTING STREET SIGN

EXISTING STREET LIGHT

EXISTING CITY MONUMENT

EXISTING IP SURVEY MARKER
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PROJECT ENGINEER
GLEN H. PACE 03/28/2024

PROJECT LOCATION MAP
SCALE: 1" = 500'

EL PUEBLO VIEJO

POINT

1

2

3

4

5

200

201

202

203

204

NORTHING

1981463.26

1981345.46

1981241.93

1981155.58

1981251.00

1981594.12

1981444.13

1981350.36

1981256.87

1980150.17

EASTING

6049288.07

6049209.40

6049279.44

6049198.99

6049122.59

6049066.72

6049237.72

6049340.54

6049450.00

6049222.43

ELEVATION

60.92

68.11

65.95

68.45

69.52

68.44

62.01

57.04

53.26

48.68

DESCRIPTION

SET CUT X

SET MAG NAIL ECG CONTROL WASHER

SET MAG NAIL ECG CONTROL WASHER

SET MAG NAIL ECG CONTROL WASHER

SET MAG NAIL ECG CONTROL WASHER

FND LTT LS3804

FND LTT SRCO SURVR 0.06 TO TAG

FND LTT SRCO SURVR 0.06 TO TAG

FND 1.5IN CITY MONUMENT WITH PUNCH

BM 10021

SURVEY CONTROL POINTS:

TOPOGRAPHIC MAPPING WAS COMPILED AT A SCALE OF 1"=30', WITH A 1 FOOT CONTOUR INTERVAL FROM A
FIELD SURVEY PERFORMED BY OTHERS.

THE TOPOGRAPHIC MAPPING WAS PROVIDED TO ECG AND SUPPLEMENTED BY DATA COLLECTED FROM A FIELD
SURVEY USING CONVENTIONAL EQUIPMENT AND PROCEDURES IN APRIL 2022, AT THE REQUEST OF RNT
ARCHITECTS.  THE COMBINED MAPPING WAS RECOMPILED AT A SCALE OF 1"=20', WITH A 1 FOOT CONTOUR
INTERVAL.

THE LOT LINES SHOWN HEREON ARE BASED UPON INFORMATION COMPILED BY DPSI, INC.  THIS INFORMATION
APPEARS TO BE COMPILED BASED UPON MONUMENTS THAT WERE LOCATED AS A PART OF THE FIELD SURVEY
AND TIED TO THE SURVEY CONTROL SHOWN HEREON. ECG TIED TO SEVERAL OF THE SAME MONUMENTS AS A
PART OF THE FIELD WORK COMPLETED IN APRIL 2022 TO VERIFY CONTROL COORDINATES ONLY.  THIS SURVEY
DOES NOT CONSTITUTE A BOUNDARY ESTABLISHMENT SURVEY.

NO EASEMENTS HAVE BEEN PROVIDED OR COMPILED AS A PART OF THIS PROJECT.

THE BASIS OF BEARINGS FOR THIS SURVEY IS "GRID NORTH FOR ZONE 5 STATE PLANE COORDINATES
OBSERVED LOCALLY BY GPS OBSERVATIONS" AS STATED IN TOPOGRAPHIC MAPPING COMPLETED BY DPSI, INC.
AND PROVIDED TO ECG.  THE BASIS OF BEARINGS WAS ESTABLISHED LOCALLY BY TIES TO CONTROL POINTS
PROVIDED TO ECG, ESTABLISHED BY DPSI, INC. SEVERAL POINTS FROM THIS SURVEY WERE TIED TO AND BEST
FIT FOR THE PURPOSE OF THIS SURVEY.

ALL COORDINATES AND DISTANCES SHOWN, UNLESS OTHERWISE NOTED, ARE IN TERMS OF U.S. SURVEY FEET.

THE VERTICAL DATUM OF THIS SURVEY IS THE NORTH AMERICAN VERTICAL DATUM OF 1988 (NAVD88), PER
GPS TIES, CONVENTIONAL TIES, AND GEOID MODELING (GEOID12B) TO SANTA BARBARA CITY BENCHMARK 10021,
HAVING AN ELEVATION OF 48.681 US SURVEY FEET.

SURFACE UTILITY FEATURES SHOWN HEREON WERE LOCATED AS A PART OF THE FIELD SURVEY PERFORMED BY
ECG BASED ON VISIBILITY ON THE DATE OF SURVEY. NO RESEARCH OR MAPPING OF SUBSURFACE UTILITIES
HAS BEEN PERFORMED.

SURVEY NOTES:

ABBREVIATION LEGEND:

I HEREBY DECLARE THAT THE DESIGN OF THE IMPROVEMENTS AS SHOWN ON THESE PLANS
COMPLIES WITH PROFESSIONAL ENGINEERING STANDARDS AND PRACTICES. AS THE
ENGINEER IN RESPONSIBLE CHARGE OF THE DESIGN OF THESE IMPROVEMENTS, I ASSUME
FULL RESPONSIBILITY CHARGE FOR SUCH DESIGN. I UNDERSTAND AND ACKNOWLEDGE
THAT THE PLAN CHECK OF THESE PLANS BY THE CITY OF SANTA BARBARA IS A REVIEW FOR
THE LIMITED PURPOSE OF ENSURING THE PLANS COMPLY WITH PUBLIC WORKS
CONSTRUCTION STANDARD DETAILS, PROCEDURES AND OTHER APPLICABLE POLICIES AND
ORDINANCES. THE PLAN CHECK IS NOT A DETERMINATION OF THE TECHNICAL ADEQUACY
OF THE DESIGN OF THE IMPROVEMENTS. SUCH PLAN CHECK DOES NOT, THEREFORE,
RELIEVE ME OF MY RESPONSIBILITY FOR THE DESIGN OF THESE IMPROVEMENTS.

AS THE ENGINEER OF RECORD, I AGREE TO INDEMNIFY AND HOLD THE CITY OF SANTA
BARBARA, ITS OFFICERS, AGENTS AND EMPLOYEES HARMLESS FROM ANY AND ALL
LIABILITY, CLAIMS, DAMAGES OR INJURIES TO ANY PERSON OR PROPERTY WHICH MIGHT
ARISE FROM THE NEGLIGENT ACT, ERRORS OR OMISSIONS OF THE ENGINEER OF RECORD,
MY EMPLOYEES, AGENTS OR CONSULTANTS.

DECLARATION OF ENGINEER OF RECORD

SYMBOL  LEGEND:

VICINITY MAP
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ALL UNDERGROUND UTILITIES OR STRUCTURES REPORTED BY THE OWNER OR THOSE
SHOWN ON  RECORDS EXAMINED ARE INDICATED WITH THEIR APPROXIMATE LOCATION
AND EXTENT.  THE  CONTRACTOR, BY ACCEPTING THESE PLANS OR PROCEEDING WITH
IMPROVEMENTS PURSUANT THERETO, UNDERSTANDS THAT THEY AGREE TO ASSUME
LIABILITY, AND AGREE TO HOLD THE  UNDERSIGNED HARMLESS FOR ANY LIABILITY FOR
DAMAGE RESULTING FROM THE EXISTENCE OF  UNDERGROUND UTILITIES OR STRUCTURES
NOT REPORTED TO THE UNDERSIGNED, NOT INDICATED ON THE PUBLIC RECORDS
EXAMINED, LOCATED AT VARIANCE WITH THAT REPORTED OR SHOWN ON  RECORDS
EXAMINED.  THE CONTRACTOR IS REQUIRED TO TAKE DUE PRECAUTIONARY MEASURES TO
PROTECT THE UTILITIES OR STRUCTURES FOUND AT THE SITE.  IT SHALL BE THE
CONTRACTOR'S RESPONSIBILITY TO NOTIFY THE OWNERS OF THE UTILITIES OR
STRUCTURES CONCERNED BEFORE STARTING TO WORK.

CAUTION:  UNDERGROUND STRUCTURES
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RIGHT-OF-WAY

REMOVE EX
11.3'± WALK

LEGEND

LIMITS OF REMOVAL
SAWCUT LINE

LIMITS OF REMOVAL
SAWCUT LINE

POWER POLE/TRANSFORMER TO BE
REMOVED PER ELECTRICAL PLANS

LIMITS OF CONCRETE CURB & GUTTER REMOVAL
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SAWCUT LINE

SAWCUT LINE

SAWCUT LINE

SAWCUT LINE

SAWCUT LINE

ROW/LIMITS OF REMOVAL
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T

(SEE SEPARATE COUNTY OF SANTA BARBARA PLANS FOR
DEMOLITION NOT WITHIN THE  PUBLIC RIGHT-OF-WAY)

LEGEND

EXISTING STORM DRAIN

EXISTING WATER

EXISTING SEWER

EXISTING GAS

EXISTING OVERHEAD WIRES

EXISTING RIGHT OF WAY

SAWCUT LINE

SD SD

W

S S

G G

OHW

AC PAVING TO BE REMOVED

CONCRETE PAVING TO BE REMOVED

WALLS TO BE REMOVED

CATCH BASIN TO BE REMOVED

DEMOLITION NOTES

2

3

1 REMOVE ASPHALT PAVEMENT

REMOVE PCC CONCRETE PAVEMENT

REMOVE CONCRETE CURB AND GUTTER

REMOVE WATER METER. WATER LINE TO BE
PLUGGED AND ABANDONED IN PLACE

REMOVE TREE

REMOVE SIGN AND POLE

ROW

333 N. LANTANA ST, SUITE 287, CAMARILLO, CA 93010
PHONE: 805.322.4443  WEBSITE: WWW.ECGCIVIL.COM
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SAWCUT LINE
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SAWCUT LINE
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LIMITS OF CONCRETE CURB & GUTTER REMOVAL
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*EXISTING UTILITIES NOTE
LOCATION, SIZE AND DEPTH OF EXISTING UTILITIES SHOWN ARE
ESTIMATES ONLY AND WERE BASED ON AS-BUILT PLANS AND OBSERVED
SURFACE EVIDENCE. CONTRACTOR TO TO FIELD VERIFY LOCATION, SIZE,
DEPTH AND MATERIAL TYPE OF ALL EXISTING UTILITIES PRIOR TO
CONSTRUCTION AND NOTIFY ENGINEER OF ANY AND ALL DISCREPANCIES.
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1

ADDITIONAL NOTES:

1.  PROJECT CONTRACTOR TO PERFORM TRENCHING AND EXCAVATION FOR NEW WATER MAIN
TAPS AND SERVICES, WATER METERS, SEWER MAIN TAP AND LATERAL.

2. CITY CREW TO TAP WATER MAIN, CONSTRUCT AND INSTALL DOMESTIC SERVICES & METERS
AND ABANDON EXISTING DOMESTIC SERVICES & METERS THAT WILL NO LONGER BE USED.

3.  PROJECT CONTRACTOR TO PROVIDE ALL BEDDING AND PAVING.
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PROPOSED SANTA BARBARA
PROBATION HEADQUARTERS
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(SEE SEPARATE COUNTY OF SANTA BARBARA PLANS FOR
DEMOLITION OUTSIDE THE  PUBLIC RIGHT-OF-WAY)

333 N. LANTANA ST, SUITE 287, CAMARILLO, CA 93010
PHONE: 805.322.4443  WEBSITE: WWW.ECGCIVIL.COM

FIRE WATER LINE

IRRIGATION LINE

LIMITS OF NEW CONCRETE CURB & GUTTER

GRADING AND DRAINAGE CONSTRUCTION NOTES

CONSTRUCT ASPHALT/TRENCH PAVEMENT PER CITY OF SANTA BARBARA STANDARD DETAILS
U-1.0 THRU U-1.3, U-02.0 & U-02.1 AND  U-03.0 THRU U-03.2. PAVEMENT AND AGGREGATE
SECTION TO MATCH STANDARD OR EXISTING, WHICHEVER IS GREATER.

CONSTRUCT 8" (MAX) CURB AND GUTTER (NON-STANDARD) PER CITY OF SANTA BARBARA
STANDARD DETAIL H-02.1. CURB HEIGHT & GUTTER WIDTH TO MATCH EXISTING AT JOINS.

CONSTRUCT CONCRETE COMMERCIAL SIDEWALK PER CITY OF SANTA BARBARA STANDARD
DETAIL H-06.0, TYPE C.

CONSTRUCT CONCRETE COMMERCIAL DRIVEWAY PER CITY OF SANTA BARBARA STANDARD
DETAIL H-03.1. PAINT CURB RED ON EITHER SIDE OF DRIVEWAY.

CONSTRUCT WATER METER  AND BOX PER CITY OF SANTA BARBARA STANDARD DETAIL W-06.1.
SIZE AS NOTED ON PLAN. PROJECT CONTRACTOR TO PERFORM TRENCHING AND EXCAVATION
NEEDED FOR CITY CREW TO ACCESS FACILITIES. SEE ADDITIONAL NOTES BELOW.

INSTALL "90 MIN PARKING THIS BLOCK 9AM TO 6PM EXCEPT SUNDAY" AND "TOW AWAY - NO
STOPPING 7AM TO 9AM WEEKDAYS ONLY" SIGNS AND POST PER CITY OF SANTA BARBARA
STANDARD DETAIL H-08.0 & H-08.2.

CONSTRUCT TREE WELL PER LANDSCAPE ARCHITECT'S PLAN LC-3.0.

CONSTRUCT BIKE RACK PER LANDSCAPE ARCHITECT'S PLAN LC-3.0, DETAIL D - SEE HEREON.

6

GENERAL CONCRETE NOTES:

GENERAL CONCRETE NOTES PER CITY OF SANTA BARBARA STANDARD DETAIL H-01.0.
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WATER LINE

2

2.0"

51.5"

IRR

*EXISTING UTILITIES NOTE
LOCATION, SIZE AND DEPTH OF EXISTING UTILITIES SHOWN ARE
ESTIMATES ONLY AND WERE BASED ON AS-BUILT PLANS AND OBSERVED
SURFACE EVIDENCE. CONTRACTOR TO TO FIELD VERIFY LOCATION, SIZE,
DEPTH AND MATERIAL TYPE OF ALL EXISTING UTILITIES PRIOR TO
CONSTRUCTION AND NOTIFY ENGINEER OF ANY AND ALL DISCREPANCIES.

c:
\a

ca
d
\0

4
7
5
 -

 s
b
 p

ro
b
at

io
n
s\

im
p
ro

ve
m

en
ts

\i
m

p
ro

ve
m

en
ts

 -
 o

ff
si

te
 (

ci
ty

)\
0
4
7
5
_
g
ra

d
in

g
 o

ff
si

te
.d

w
g

D
R
A
W

IN
G

:

SECTION | PLAN | AXONOMETRIC

BIKE RACK

SCALE: NTS

SECTION

PLAN

AXONOMETRIC 

NOTES:

1. INSTALL PER MANUFACTURER'S RECOMMENDATIONS.

2. SEE LANDSCAPE CONSTRUCTION LEGEND.

LEGEND

BIKE RACK: 2.38" O.D. X 12 GAUGE WALL STEEL TUBING

1/4" THICK STEEL MOUNTING PLATE WITH (3) 1/2" DIA.

PRE-DRILLED HOLES EACH SIDE

3/8" X 3" LONG STAINLESS STEEL EXPANSION BOLT, (6) PER BIKE

RACK

FINISHED SURFACE

PAVING, COMPACTED SUBGRADE PER CIVIL DRAWINGS
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73
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2'-117
8"

2
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ADDITIONAL NOTES:

1.  PROJECT CONTRACTOR TO PERFORM TRENCHING AND EXCAVATION FOR NEW WATER MAIN
TAPS AND SERVICES, WATER METERS, SEWER MAIN TAP AND LATERAL.

2. CITY CREW TO TAP WATER MAIN, CONSTRUCT AND INSTALL DOMESTIC SERVICES & METERS
AND ABANDON EXISTING DOMESTIC SERVICES & METERS THAT WILL NO LONGER BE USED.

3.  PROJECT CONTRACTOR TO PROVIDE ALL BEDDING AND PAVING.
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(54.90)
INV-24"

S=0.1000

23'

PL
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(51.10)
INV-24"

S=0.0120

23'

PL

25.3'

53.20
INV-6"

S=0.0200 MIN

3
'

(55.5 INV)2" EX GAS
12" MIN. CLR

(57.7INV)
2" EX GAS

(55.1INV)
2" EX GAS

51.35
INV-18"

55.70
INV-8"

55.37
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56.50
INV-8"

S=0.0200

51.70
INV-12"

51.80
INV-12"

51.57
INV-18"
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54.00
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PROPOSED 6" WILKINS 350ADABGVIC BACKFLOW PREVENTER
PER FIRE PLAN SHEET FP 0.2, DETAIL 2 - SEE SHEET 5
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APPROX. = 192.0' NW

EXISTING 6"
VCP SEWER

EXISTING WATER METER TO BE
REMOVED. EXISTING WATER LINE TO
BE PLUGGED PER CITY STANDARDS

LEGEND

STORM DRAIN

MINOR DRAIN

WATER

FIRE WATER

IRRIGATION

SEWER

GAS

JOINT UTILITY TRENCH

FIRE DEPT CONNECTION/
DOUBLE CHECK VALVE

BACK FLOW PREVENTER/
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PROJECT ENGINEER
DATE:GLEN H. PACE 03/28/2024

333 N. LANTANA ST, SUITE 287, CAMARILLO, CA 93010
PHONE: 805.322.4443  WEBSITE: WWW.ECGCIVIL.COM
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PROPOSED IRRIGATION RP & BFP
PER LANDSCAPE PLAN LI-4.0, DETAIL B - SEE SHEET 5

RP/BFP

P.O.C. SEE LANDSCAPE PLAN SHEET
LI-1.12 FOR CONTINUATION

SEWER

CONSTRUCT 6" SDR 35 PVC SANITARY SEWER LINE. MINIMUM 2.0% SLOPE. SEWER PIPE BEDDING PER CITY OF
SANTA BARBARA STANDARD DETAIL S-SP1. TRENCH PER CITY OF SANTA BARBARA STANDARD DETAIL S-SP1.
SEWER LATERAL TO BE INSTALLED BY PROJECT CONTRACTOR.

CONSTRUCT VCP LATERAL CONNECTION TO EXISTING SEWER LINE PER CITY OF SANTA BARBARA STANDARD
DETAIL S-SL3.  SEWER CONNECTION TO BE INSTALLED BY PROJECT CONTRACTOR.

CONSTRUCT SANITARY SEWER CLEANOUT AND BACKWATER VALVE PER PLUMBING PLAN P-0.0.1 DETAILS 1 AND 5,
SEE SHEET 5.

EXISTING 6" VCP SEWER LINE TO REMAIN - PROTECT IN PLACE.

EXISTING SEWER CLEANOUT TO REMAIN - PROTECT IN PLACE.

3

4

1

2

FIRE AND DOMESTIC WATER

3

4

5

1

2

UTILITY CONSTRUCTION NOTES

CONSTRUCT GATE/BALL VALVES AND VALVE BOX PER CITY OF SANTA BARBARA STANDARD W-04.0

CONSTRUCT 2.0" TYPE-K SOFT COPPER WATER SERVICE LINE PER CITY OF SANTA BARBARA STANDARDS W-05.0 & W-05.1.
MINIMUM 24" COVER.  TRENCH BEDDING AND BACKFILL PER CITY OF SANTA BARBARA UNDERGROUND UTILITY DETAILS.

CONSTRUCT PRIVATE 6" DUCTILE IRON FIRE WATER LINE WITH MECHANICAL JOINTS AND "MEGALUG" RETAINER GLANDS OR
APPROVED EQUAL PER CITY OF SANTA BARBARA STANDARD W-05.4. MINIMUM 36" COVER. TRENCH BEDDING AND BACKFILL
PER CITY OF SANTA BARBARA UNDERGROUND UTILITY DETAILS. PROJECT CONTRACTOR TO INSTALL PRIVATE FIRE LINE.

CONSTRUCT WATER SERVICE CONNECTION AND NOTES PER CITY OF SANTA BARBARA STANDARDS W-05.0 AND W-05.01.
BALL VALVE CAN PER SANTA BARBARA STANDARD W-04.0.  COPPER TUBING SERVICE SIZE AS NOTED ON PLAN.

CONSTRUCT 1 1
2" TYPE-K SOFT COPPER IRRIGATION SERVICE LINE PER CITY OF SANTA BARBARA STANADARDS W-05.0 & W-05.1.

MINIMUM 24" COVER. TRENCH BEDDING AND BACKFILL PER CITY OF SANTA BARBARA UNDERGROUND UTILITY DETAILS.

1

2

SEE PLUMBING PLAN SHEET
P-1.0.0 FOR CONTINUATION

3

4

4

CONSTRUCT WATER METER & BOX PER CITY OF SANTA BARBARA STANDARD W-06.1. METER PER CITY OF SANTA
BARBARA, SIZE AS NOTED ON PLAN.

7

1

2

3

2

4

6

7

5 SADDLE TAP

2

3

CONSTRUCT 8" DIA. SDR 35 PVC STORM DRAIN PIPE PER TRENCH DETAIL AND NOTES PER CITY OF SANTA BARBARA
STANDARDS U-01.0, U-2.0 AND U-3.0.  SLOPE AS NOTED ON PLAN.

CONSTRUCT 12" DIA. SDR 35 PVC STORM DRAIN PIPE PER TRENCH DETAIL AND NOTES PER CITY OF SANTA BARBARA
STANDARDS U-01.0, U-2.0 AND U-3.0.  SLOPE AS NOTED ON PLAN.

CONSTRUCT CONCRETE JUNCTION STRUCTURE PER SPPWC STANDARD PLAN 331.3. D=24", B=18", T=5".

CONSTRUCT 18" DIAMETER RCP STORM DRAIN PIPE PER PRECON PROCUCTS OR APPROVED EQUAL.

CONSTRUCT DROP INLET TYPE 1 PER CITY OF SANTA BARBARA DETAIL D-01.2. W=4.0', INVERTS AS NOTED ON PLAN.
MODIFY CATCH BASIN WITH OPEN BOTTOM. PROVIDE 24" OF CLEAN, WASHED 3/4" GRAVEL AT BOTTOM OF BASIN.
WRAP GRAVEL ON ALL SIDES WITH MIRIFI 140NL FABRIC OR APPROVED EQUAL.
CONNECT ONSITE STORM DRAIN TO BACK OF CATCH BASIN.  INVERT ELEVATION AS NOTED ON PLAN.

CONNECT TO DRAINAGE STRUCTURE. SEE SEPARATE COUNTY OF SANTA BARBARA PLANS FOR CONTINUATION.

STORM DRAIN

1

4

3

2

6

L=8.0'
S=0.0120

51.80
INV

56.50
INV

L=11.0'
S=0.0200

5
1 3

7

7

SADDLE TAP
PROPOSED DOMESTIC WATER RP (WILKINS 600XL) & BFP

PER PLUMBING PLAN P-0.0.1 DETAIL 4 - SEE SHEET 5

53.20 INV 6" SS
(53.20 INV) 6" SS

DOWNSTREAM MH
APPROX. 136.0'

DOWNSTREAM MH
APPROX. 152.0'

6 CONSTRUCT PRIVATE 6" FIRE WATER CONNECTION PER CITY OF SANTA BARBARA STANDARD W-05.4 & W-05.6. SST
STAINLESS STEEL 16" TAPPING SLEEVE WITH 6" DUCTILE IRON FLANGE PER ROMAC INDUSTRIES, INC. OR APPROVED
EQUAL.  CONCRETE THRUST BLOCK PER  CITY OF SANTA BARBARA STANDARDS W-01.1 AND W-11.0.
PROJECT CONTRACTOR TO INSTALL PRIVATE FIRE LINE.

BALL VALVE

BALL VALVE

GATE VALVE

16"x6" TAPPING SLEEVE

IRR

GENERAL NOTE
CONTRACTOR TO FURNISH AND INSTALL ALL NECESSARY FITTINGS
TO CONSTRUCT SEWER AND STORM DRAIN SYSTEMS AS SHOWN ON
PLAN INCLUDING ECCENTRIC TEES/WYES WHERE NEEDED.

*EXISTING UTILITIES NOTE
LOCATION, SIZE AND DEPTH OF EXISTING UTILITIES SHOWN ARE
ESTIMATES ONLY AND WERE BASED ON AS-BUILT PLANS AND OBSERVED
SURFACE EVIDENCE. CONTRACTOR TO TO FIELD VERIFY LOCATION, SIZE,
DEPTH AND MATERIAL TYPE OF ALL EXISTING UTILITIES PRIOR TO
CONSTRUCTION AND NOTIFY ENGINEER OF ANY AND ALL DISCREPANCIES.

P.O.C. SEE FIRE PLAN SHEET
FP 1.0 FOR CONTINUATION

P.O.C. SEE PLUMBING PLAN SHEET
P-1.0.0 FOR CONTINUATION
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(53.35 RIM) SDMH
(46.41 INV) 24" CONC

51.35 INV NEW 18" SD
(51.10 INV) 24" CONC"

SCALE: N.T.S.
STORM DRAIN PROFILE - NORTH

-
X

SCALE: N.T.S.
STORM DRAIN PROFILE - SOUTH

-
Y

SCALE: N.T.S.
6" SEWER PROFILE

-
Z

(67.91 RIM) SDMH
(60.87 INV) 24" CONC"

EXISTING 24" RCP STORM DRAIN

EXISTING 24" RCP STORM DRAIN

SEE STORM DRAIN
PROFILE - SOUTH HEREON

EXISTING 6" VCP SEWER

EXISTING 2" GAS DEPTH/LOCATION IS ESTIMATED AND WILL NEED TO BE VERIFIED IN THE FIELD.
IF CLEARANCE TO STORM DRAIN IS LESS THAT 12", THEN GAS LINE WILL NEED TO BE RELOCATED.

1

5

4

5

4

2

5

EXISTING 2" GAS DEPTH/LOCATION IS ESTIMATED AND WILL NEED TO BE VERIFIED IN THE FIELD.
IF CLEARANCE TO STORM DRAIN IS LESS THAT 12", THEN GAS LINE WILL NEED TO BE RELOCATED.
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5

55.37
INVL=8.0'

S=0.1000

PROPOSED BIOPOD PER
SEPARATE PLANS & PERMIT

4 L=11.0'
S=0.0200

3

6

6

ADDITIONAL WATER NOTES:

1.  CITY CREW TO TAP WATER MAIN, CONSTRUCT AND INSTALL DOMESTIC SERVICES & METERS
AND ABANDON EXISTING DOMESTIC SERVICES & METERS THAT WILL NO LONGER BE USED.

2.  PROJECT CONTRACTOR TO PROVIDE ALL TRENCHING, BACKFILL , BEDDING AND PAVING.

1.5" WM

2" WM
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PROPOSED ELECTRICAL PULL
BOXES AND CONDUITS PER
THOMA ENGINEERING PLANS

55.15 INV NEW 18" PIPE
(54.90 INV) 24" CONC"

SEE STORM DRAIN PROFILE - NORTH HEREON

PROPOSED ELECTRICAL PULL BOXE AND
CONDUIT PER THOMA ENGINEERING PLANS

54.0 INV
JOIN 6" SS

1

SEE PLUMBING PLAN SHEET
P-1.0.0 FOR CONTINUATION
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PROJECT ENGINEER
DATE:GLEN H. PACE 03/28/2024

333 N. LANTANA ST, SUITE 287, CAMARILLO, CA 93010
PHONE: 805.322.4443  WEBSITE: WWW.ECGCIVIL.COM
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DETAILS FROM PLUMBING PLAN P-0.01
SCALE: N.T.S.

DETAIL FROM FIRE PLAN FP-0.2
SCALE: N.T.S.

DETAIL FROM LANDSCAPE PLAN LI-4.0
SCALE: N.T.S.
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SITE
DEMOLITION

PLAN

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

CB

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1" = 20'-0"
1

OVERALL SITE PLAN

TRUE
NORTH

PLAN
NORTH

1. DEMOLISH ALL SUBSURFACE IRRIGATION PIPING AND ELECTRICAL 
CONDUIT AND WIRE SERVING SITE.

2. PROTECT IN PLACE ELEMENTS AND PLANTINGS ON ADJACENT 
PROPERTY.

3. REFER TO T-2.1 FOR SITE MITIGATION AND MONITORING 
INFORMATION.

4. CLEAR AND GRUB ENTIRE SITE.
5. REFER TO CIVIL DEMOLITION PLAN AND OFFSITE IMPROVEMENT 

PLANS FOR ADDITIONAL INFORMATION

02000G DEMOLISH SIDEWALK, REFER TO OFFSITE IMPRVEMENTS
FOR EXTENTS.

02000I PROTECT (E) TIMBER RETAINING WALL

02000N PROTECT (E) FENCE

02000S PROTECT (E) 30" HIGH CONCRETE WALL

02000T PROTECT (E) 36" HIGH CONCRETE WALL

02000U (E) BAMBOO, DEMOLISH

02001C DEMOLISH (E) RETAINING WALL

02001D DEMOLISH (E) CURB

02001F DEMOLISH (E) TICKETING BOOTH

02001G DEMOLISH (E) POLE MOUNTED LIGHT, FOUNDATION AND
ASSOCIATED WIRE AND CONDUIT

02001I (E) UTILITY POLE, AT CONTRACTORS OPTION: UTILIZE
FOR TEMPORARY POWER, REMOVE AFTER USE

02001J PROTECT (E) SITE WALL WITH PLASTER

02001K DEMOLISH (E) PALM TREE

02001M MAINTAIN EXISTING ADJACENT PROPERTY FEATURES

02001N DEMOLISH (E) TICKETING GATE AND BOLLARDS

02001O DEMOLISH (E) DENSE VEGETATION AND CHAINLINK
FENCE AND POSTS AT PERIMETER

02001P DEMOLISH (E) BACKFLOW

02001Q DEMOLISH (E) IRRIGATION CONTROLLER

02001R DEMOLISH (E) TREE

02001S DEMOLISH (E) BLOCK WALL

02001T DEMOLISH (E) ASPHALT PAVING

KEYNOTES

SHEET GENERAL NOTES:
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ADJACENT 
PROPERTY

VEHICLE ENTRY
BELOW BLDGRAMP TO PARKING 

BELOW BLDG

49 PARKING SPACES

26 PARKING SPACES
BELOW GRADE

SIDEWALK

PLANTED AREA

PLANTED AREA

PLANTED AREA

PLANTED AREA
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GRANITE 

PLAZA

8'-0" WALL

PLANTER, TYPICAL
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EGRESS

PRRC 
COURT

PASEO
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(N) DESIGNATED
LOADING ZONES
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AS-1.1.1

2
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32131G

22140A

TYP.

32940B
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17' - 7 5/8"
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" 32131H

32131F 32131E

05730I

05730I22141B 22141B

G-2

G-8

32000B

32000B

04220G

1

1

1

AS-1.1.2

26000B

23000C

2

take 3'-0"take 1'-0"

32000E

32000E

3

3

32000E

32000E

3

3

LEGEND

POLE MOUNTED LIGHT

EMERGENCY PHONE TOWER

PV CANOPY

CONCRETE PAVING

AC PAVING

PLANTED AREA

COBBLE

DECOMPOSED GRANITE

CONDITIONED SPACE

1. INSTALL EXPANSION JOINTS AT ALL LOCATIONS WHERE CONCRETE 
PAVING MEETS WALLS, CURBS, UTILITY BOXES, VAULTS, AND OTHER 
PERMANENT STRUCTURES.

2. REFER TO CIVIL AND LANDSCAPE FOR ADDITIONAL INFORMATION.
3. SLOPE ALL SURFACES TO DRAINS, NO PONDING OF WATER.
4. KNOW BOX LOCATION TO BE APPROVED BY FIRE DEPARTMENT AT 

TIME OF INSPECTION.
5. VERIFY LOCATION OF UTILITIES PRIOR TO THE START OF WORK.
6. PROTECT IN PLACE ALL EXISTING SITE WORK AT ADJACENT 

PROPERTIES.
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AS-1.1.0

OVERALL
SITE PLAN

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

CB

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

BUILDING AREA

SITE COVERAGE

PAVED AREA

AREA

TOTAL SITE AREA

18,809 SF  7,831 SF OF PHOTO VOLTAIC CANOPIES

19,568 SF EXCLUDES COURTYARD WHICH IS 
INCLUDED IN FOOTPRINT

48,315 SF EXCLUDING FLAG PORTION OF LOT

COVERED PATIO + TRASH 1,245 SF  EXCLUDES ROOF DECKS

UNPAVED AREA/ 
LANDSCAPED AREA

8,693 SF

PROBATION DEPARTMENT DEVELOPMENT

1" = 20'-0"
1

OVERALL SITE PLAN

TRUE
NORTH

PLAN
NORTH

GATE SCHEDULE

MARK LOCATION

DOOR

DETAIL
HARDWARE

SET REMARKS

SIZE

MATERIAL FINISHWIDTH HEIGHT

G-1 PRRC COURT 3' - 0" 8' - 0" STL PT 1/AD-7.0.2 58 PANIC HARDWARE

G-2 PARKING 3' - 0" 7' - 0" STL PT 1/AD-7.0.2 59 PANIC HARDWARE

G-3 FRONT PASEO 9' - 0" 10' - 1" STL PT 10/AD-7.0.2 PERFORATED SCREEN, PANIC HARDWARE

G-6 REAR PASEO 8' - 0" 10' - 1" STL PT 17/AD-7.0.2 PERFORATED SCREEN, PANIC HARDWARE

G-7 NORTH SETBACK 3' - 0" 7' - 0" STL PT 1/AD-7.0.2 58

G-8 STAIR 2, FIRST FLOOR 3' - 0" 3' - 0" STL PT SWING GATE, NO LATCH

04220G CONCRETE MASONRY UNIT RETAINING WALL, REFER TO DETAIL 16/AS-7.0.0
AND STRUCTURAL

05120D PHOTOVOLTAIC CARPORT SUPPORT COLUMN, REFER TO STRUCTURAL
DRAWINGS

05730I GUARDRAIL, REFER TO 7/AS-7.0.0

10140F AREA OF DISPERSAL SIGN

11200B ACCESS CONTROL KEYPAD ON POST

22140A CATCH BASIN, REFER TO CIVIL AND PLUMBING

22141B TRENCH DRAIN, REFER TO CIVIL DRAWINGS AND DETAIL 4/AD-2.0

23000C MECHANICAL EQUIPMENT ON CONCRETE HOUSEKEEPING PAD, REFER TO
MECHANICAL FOR EQUIPMENT AND STRUCUTRAL FOR CONCRETE
HOUSEKEEPING PAD

26000B ELECTRICAL EQUIPMENT ON CONCRETE PAD, REFER TO ELECTRICAL
DRAWINGS

26000D TRANSFORMER, REFER TO ELECTRICAL DRAWINGS

26000K PHOTOVOLTAIC CARPORT REFER TO DETAIL 20/AS-7.0.1 AND STRUCTURAL

26561A LIGHT FIXTURE, POLE LIGHT WITH CONCRETE CAST-IN-PLACE BASE,
REFER TO ELECTRICAL DRAWINGS

28210C EMERGENCY PHONE TOWER, REFER TO SECURITY DRAWINGS

32000B EV CHARGER, REFER TO ELECTRICAL DRAWINGS

32000D 8'-0" TALL WELDED WIRE ANTI-CLIMB FENCE, TYPICAL AT REAR PERIMETER

32000E ELECTRIC VEHICLE CHARGING STATION CAPABLE SPACE, REFER TO
ELECTRICAL FOR CHARGING INFRASTRUCTURE

32131E CURB RAMP, REFER TO 5/AS-7.0.0

32131F CURB RAMP, REFER TO 15/AS-7.0.0

32131G RETAINING WALL, REFER TO CIVIL AND STRUCTURAL

32131H CURB RAMP, REFER TO 10/AS-7.0.0

32391A BOLLARDS, REFER TO 8/AS-7.0.0

32940B TREE WELL, REFER TO LANDSCAPE DRAWINGS

KEYNOTES 2

3
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CLEAR MIN.

1

LEGEND

POLE MOUNTED LIGHT

EMERGENCY PHONE TOWER

PV CANOPY

CONCRETE PAVING

AC PAVING

PLANTED AREA

COBBLE

DECOMPOSED GRANITE

CONDITIONED SPACE

1. INSTALL EXPANSION JOINTS AT ALL LOCATIONS WHERE CONCRETE 
PAVING MEETS WALLS, CURBS, UTILITY BOXES, VAULTS, AND OTHER 
PERMANENT STRUCTURES.

2. REFER TO CIVIL AND LANDSCAPE FOR ADDITIONAL INFORMATION.
3. SLOPE ALL SURFACES TO DRAINS, NO PONDING OF WATER.
4. KNOW BOX LOCATION TO BE APPROVED BY FIRE DEPARTMENT AT 

TIME OF INSPECTION.
5. VERIFY LOCATION OF UTILITIES PRIOR TO THE START OF WORK.
6. PROTECT IN PLACE ALL EXISTING SITE WORK AT ADJACENT 

PROPERTIES.
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1" = 10'-0"
1

ENLARGED SITE PLAN PRRC COURT AND
PLAZA

1" = 10'-0"
3

ENLARGED SITE PLAN PRIVATE COURT

TRUE
NORTH

PLAN
NORTH

TRUE
NORTH

PLAN
NORTH

1" = 10'-0"
2

ENLARGED SITE PLAN PASEO AT GARDEN
ST

TRUE
NORTH

PLAN
NORTH

KEYNOTES

04220B CONCRETE MASONRY UNIT RETAINING WALL WITH SMOOTH
COAT PLASTER FINISH, BOTH SIDES, REFER TO 16/AS-7.0.0,
CIVIL AND STRUCTURAL

04220D FREE STANDING CONCRETE MASONRY UNIT WALL WITH SANTA
BARBARA SANDSTONE RANDOM ASHLAR VENEER, REFER TO
DETAIL 18/AS-7.0.0 AND STRUCUTRAL

04220E CONCRETE MASONRY UNIT WALL WITH SMOOTH COAT
PLASTER FINISH, REFER TO DETAIL W1A/AD-0.0 AND
STRUCUTRAL

04220H 6" DRAIN THROUGH CONCRETE MASONRY UNIT WALL AT
GRADE

05120D PHOTOVOLTAIC CARPORT SUPPORT COLUMN, REFER TO
STRUCTURAL DRAWINGS

05730G HANDRAIL, DARK BRONZE ANODIZED ALUMINUM, WALL MOUNT,
REFER TO 9/AS-7.0.1 AND 6/AD-9.2

05730I GUARDRAIL, REFER TO 7/AS-7.0.0

05730P GATE, REFER TO GATE SCHEDULE

10140D ACCESSIBLE PARKING SIGN, REFER TO 1/AS-7.0.1

10140F AREA OF DISPERSAL SIGN

10510C BIKE RACK,  REFER TO LANDSCAPE, RACK DOES NOT
PROTRUDE MORE THAN 4" AT A HEIGHT OF 27" ABOVE FINISH
SURFACE.

23000B CONDENSER, REFER TO MECHANICAL DRAWINGS, SEE
STRUCTURAL DRAWINGS.

26000B ELECTRICAL EQUIPMENT ON CONCRETE PAD, REFER TO
ELECTRICAL DRAWINGS

28210C EMERGENCY PHONE TOWER, REFER TO SECURITY DRAWINGS

32000B EV CHARGER, REFER TO ELECTRICAL DRAWINGS

32000D 8'-0" TALL WELDED WIRE ANTI-CLIMB FENCE, TYPICAL AT REAR
PERIMETER

32131E CURB RAMP, REFER TO 5/AS-7.0.0

32131F CURB RAMP, REFER TO 15/AS-7.0.0

32131G RETAINING WALL, REFER TO CIVIL AND STRUCTURAL

32131H CURB RAMP, REFER TO 10/AS-7.0.0

32140C PLANTER, REFER TO LANDSCAPE DRAWINGS AND 17/AS-7.0.1

32161B PRECAST STORMWATER TREATMENT DEVICE, REFER TO CIVIL

32171A PRECAST CONCRETE PARKING WHEEL STOP, CENTER ON
PARKING STALL WIDTH, REFER TO 3/AS-7.0.1

32172A DETECTABLE WARNING TILES, REFER TO 2 AND 6/AS-7.0.0

32172C PAINT PAVEMENT MARKINGS, WHITE LETTERS, MIN. 12" IN
HEIGHT, TEXT VISIBLE FROM ADJACENT VEHICULAR WAY

32172D PAINT PAVEMENT MARKINGS, WHITE INTERNATIONAL SYMBOL
OF ACCESSIBILITY ON BLUE BACKGROUND, 36" X 36" MIN.,
CENTER ON PARKING STALL WIDTH, ALIGN LOWER SIDE WITH
END OF PARKING SPACE, REFER TO 5/AS-7.0.1

32172F ACCESS AISLE STRIPED WITH 4" WIDE BLUE BORDERLINE AND
HATCHED LINES AT 36" O.C. THE WORDS "NO PARKING" SHALL
BE PAINTED ON THE SURFACE IN WHITE LETTERS A MINIMUM
OF 12" IN HEIGHT AND LOCATED TO BE VISIBLE FROM THE
ADJACENT VEHICULAR WAY.

32321D CONCRETE, CAST IN PLACE CURB, REFER TO CIVIL

32321E CONCRETE, CAST IN PLACE DECORATIVE WALL, REFER TO
LANDSCAPE

32940B TREE WELL, REFER TO LANDSCAPE DRAWINGS
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ENLARGED
SITE PLANS

895.01

PROBATION
HEADQUARTERS
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SANTA

BARBARA

3/29/201

Author

CB

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
1

ENLARGED RAMP AND PARKING PLAN
1/4" = 1'-0"

3
RAMP SECTION 2

1/4" = 1'-0"
2

RAMP SECTION 1

KEYNOTES

04220B CONCRETE MASONRY UNIT RETAINING WALL WITH SMOOTH
COAT PLASTER FINISH, BOTH SIDES, REFER TO 16/AS-7.0.0,
CIVIL AND STRUCTURAL

04220C FREE STANDING CONCRETE MASONRY UNIT WALL WITH
SMOOTH COAT PLASTER FINISH, REFER TO DETAIL 17/AS-7.0.0
AND STRUCUTRAL

05730G HANDRAIL, DARK BRONZE ANODIZED ALUMINUM, WALL MOUNT,
REFER TO 9/AS-7.0.1 AND 6/AD-9.2

10140D ACCESSIBLE PARKING SIGN, REFER TO 1/AS-7.0.1

32172B PAINT PAVEMENT MARKINGS, BLUE BORDERLINE AND
HATCHED LINES 36" O.C.

32172C PAINT PAVEMENT MARKINGS, WHITE LETTERS, MIN. 12" IN
HEIGHT, TEXT VISIBLE FROM ADJACENT VEHICULAR WAY

32172D PAINT PAVEMENT MARKINGS, WHITE INTERNATIONAL SYMBOL
OF ACCESSIBILITY ON BLUE BACKGROUND, 36" X 36" MIN.,
CENTER ON PARKING STALL WIDTH, ALIGN LOWER SIDE WITH
END OF PARKING SPACE, REFER TO 5/AS-7.0.1

32321D CONCRETE, CAST IN PLACE CURB, REFER TO CIVIL

1
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TRUE
NORTH

PLAN
NORTH

05120D PHOTOVOLTAIC CARPORT SUPPORT COLUMN, REFER TO
STRUCTURAL DRAWINGS

26000G SOLAR PHOTOVOLTAIC PANEL, REFER TO ELECTRICAL
DRAWINGS

26000K PHOTOVOLTAIC CARPORT REFER TO DETAIL 20/AS-7.0.1
AND STRUCTURAL

KEYNOTES

1" = 20'-0"
1

OVERALL SITE PLAN
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3" = 1'-0" CONCRETE SLAB THICKENED EDGE 1 1" = 1'-0" 3ASPHALT PAVING EDGE 1/4" = 1'-0" CURB RAMP 5

3" = 1'-0" 
DETECTABLE WARNING TILE
SURFACE

6

3" = 1'-0" 
DETECTABLE WARNING TILE
SURFACE TRANSITION

2

1" = 1'-0" 17CMU SITE WALL1" = 1'-0" 16SITE RETAINING WALL 1" = 1'-0" 18CMU SITE WALL W/ STONE

1/4" = 1'-0" 15CURB RAMP 3

1 1/2" = 1'-0" 7GUARDRAIL AT CMU WALL 1/4" = 1'-0" 10CURB RAMP 2

1

1/4" = 1'-0" 19CURB RAMP 4

1

1/4" = 1'-0" 20CURB RAMP 5
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PARKING
ONLY

MINIMUM 
FINE $250

1' - 0"

1'
 -

 6
" PARKING

ONLY

MINIMUM 
FINE $250

VAN 
ACCESSIBLE

WHITE BORDER TYP.

BLUE BACKGROUND TYP.

INTERNATIONAL SYMBOL 
OF ACCESSIBILITY

MIN. 2" HIGH WHITE LETTERING.

SECURE SIGN TO PIPE W/ GALV. 
BRACKETS AND BOLTS (AT SIM. 
CONDITION, SECURE TO CMU 
WALL WITH CONCRETE 
MASONRY SCREWS)

MIN. 2" HIGH WHITE LETTERING 
ON A BLUE BACKGROUND

MIN. 2" HIGH WHITE LETTERING 
ON A BLUE BACKGROUND

GALV. STEEL PIPE, PROVIDE 
WELDED WATER-TIGHT CAP

60
" 

M
IN

.*

60
" 

M
IN

.*
1'

 -
 6

"

1' - 0"
A

D
J.

 S
U

R
F

A
C

E
 

A
D

J.
 S

U
R

F
A

C
E

 

NOTE:
1. REFER TO          FOR POLE 

MOUNTING. 

A B

* 80" MIN IF LOCATED WITHIN CIRCULATION PATH

/ -4

UNAUTHORIZED VEHICLES PARKED IN 
DESIGNATED ACCESSIBLE SPACES 
NOT DISPLAYING DISTINGUISHING 
PLACARDS OR SPECIAL LICENSE 

PLATES ISSUED FOR PERSONS WITH 
DISABILITIES WILL BE TOWED AWAY 

AT OWNER'S EXPENSE.

1" HIGH BLACK LETTERING ON A 
WHITE BACKGROUND

SECURE SIGN TO PIPE W/ GALV. 
BRACKETS AND BOLTS

PRIOR TO FABRICATION AND 
INSTALLATION OF SIGN, 
CONTRACTOR SHALL OBTAIN ALL 
APPROPRIATE INFORMATION FOR 
BLANK SPACES OF SIGN FROM 
LOCAL PUBLIC AGENCIES AND FILL 
IN AS A PERMANENT PART OF THE 
SIGN. 

SIGN SHALL BE REFLECTIVE AND POSTED IN A 
CONSPICUOUS PLACE AT EACH ENTRANCE TO OFF 
STREET PARKING FACILITIES OR IMMEDIATELY 
ADJACENT TO AND VISIBLE FROM EACH ACCESSIBLE 
PARKING STALL

2' - 0"

2'
 -

 0
"

40
" 

M
IN

.

A
D

J.
 S

U
R

F
A

C
E

 

70
" 

M
A

X
.

A
D

J.
 S

U
R

F
A

C
E

 GALV. STEEL PIPE, PROVIDE WELDED 
WATER-TIGHT CAP

TOWED VEHICLES MAY BE RECLAIMED 
AT:

OR BY TELEPHONING:
SANTA BARBARA COUNTY 

SHERIFFS OFFICE
(805) 681 - 4100

NOTE:
1. REFER TO          FOR POLE 

MOUNTING. 
/ -4

2'-6"
N.T.S.

3"2"

2"3-
1/

2"

2"

PRECAST
CONCRETE
WHEEL STOP

ADHERED TO 
SLAB W/ EPOXY,
FULL WIDTH AND
LENGTH

ELEVATION

SECTION
CONCRETE OR 
ASPHALT 
PAVING WHERE 
OCCURS

LOCATE WHEEL 
STOP 2' - 6" 
FROM END OF 
STALL STRIPING.

6' - 0" (UNLESS NOTED OTHERWISE)

7"

10"

PLAN

(2) #3 REBAR

SECURE SIGN TO PIPE W/ 
GALV. BRACKETS AND BOLTS

2" DIAMETER GALV. STEEL 
PIPE, PROVIDE WELDED 
WATER-TIGHT CAP

FIN. GRADE AS OCCURS

NOTES:
1. CONCRETE FOOTING TO BE 

IN NATURAL UNDISTURBED 
SOIL OR APPROVED 
COMPACTED FILL.

2' - 0"

3"

1"
3'

 -
 0

"

2 1/2" DIAMETER GALV.
PIPE SLEEVE, TACK-WELD TO 
PIPE

CONCRETE FOOTING

NOTES:
1. ALL STROKES TO BE 
MIN. 3" WIDE FIELD : 
ROYAL  BLUE 
SYMBOL:WHITE

2. PROVIDE TWO (2) 
COATS OF REFLECTIVE 
PAINT, LET DRY BETWEEN 
COATS.

3. PLACE SYMBOL IN 
FRONT OF PARKING 
STALL, VISIBLE TO 
TRAFFIC OFFICER AND 
CENTERED AS SHOWN ON 
SITE PLAN. 

4. INTERNATIONAL 
SYMBOL OF 
ACCESSIBILITY SHALL 
COMPLY W/ FIGURE 
11B-703.7.2.1.

ALIGN W/ FRONT OF STALL

3'
 -

 0
"

3' - 0"

3"

1/4" EXPANSION JOINT

4"

2"

1 1/2" NOMINAL (1.9" O.D.) DARK BRONZE 
ANODIZED ALUMINUM PIPE RAILING

F.S.

-

A

AT FREESTANDING CONDITION 
HANDRAIL END SHALL BE RETURNED 
TO LAST POST.

NOTE: HANDRAIL SUPPORTS MAY VARY.  WHEN HANDRAIL 
ADJACENT TO CONT. WALL, PROVIDE HANDRAIL BRACKETS 
PER DETAILS 7/AD-9.1 ALL PIPE RAILS SHALL BE SCHED. 40 
ANODIZED ALUMINUM, U.N.O.

TYP. JOINT - DETAIL 'A'

ALUMINUM PIPE SLEEVE

N.T.S.

1/2"

2'
 - 

10
"

1' - 0"

ACCESSIBLE RAMP

BRACKETS 

5'-0" MAX 1' - 0"

SIDE WALK

FACE OF CURB

STREET

2
%

 M
A

X
. C

R
O

S
S

 
S

LO
P

E

4
' -

 0
" 

M
IN

. 
S

E
E

 P
L

A
N

.

OBSTRUCTION TYP.

3
' -

 0
" 

M
IN

. 
C

L
E

A
R

NOTE: WIDEN SIDEWALK WHERE 3'-0" CANNOT BE MAINTAINED

9'
 - 

0"
3'

 - 
0"

3'
 - 

0"

3' - 0"

1' - 2"

2' - 0"

CL

3' - 0" Ø CONCRETE PILE REFER TO 1/S-700

FINISHED GRADE PER CIVIL

HSS14x6x1/2 @ 27" OC, 
PAINT DEC755 COCOA

10
' -

 0
" 

@
 L

O
W

 S
ID

E

TAPERED BEAM, 
REFER TO S-700 AND 
S-701, PAINT DEC755 
COCOA 

PHOTOVOLTAIC PANEL 
PER MFR, REFER TO 
S-701 FOR 
ATTACHMENT

C12x4x12 GAGE METAL 
STUDS, PAINT TO MATCH 
PHOTOVOLTAIC PANELPER PLAN

20' - 0" MAX.

1'
 - 

0"

TY
P

. 
6

"

1
1

1'
 - 

3"

2' - 0"

HSS PER PLAN

3' - 0" Ø CONCRETE 
PILE REFER TO 1/S-700

CMU WALL PER PLAN, REFER TO STRUCTURAL

NATURAL STONE VENEER PER WALL TYPE

PROTECTION MAT

DRAINAGE BOARD

POLYURETHANE SEALANT

COLD FLUID-APPLIED ELASTOMERIC 
WATERPROOFING MEMBRANE, 
CONTINUE TO TOP OF WEEP SCREED

GALV. 'J' WEEP SCREED

1"
 M

IN
.

TERMINATION BAR

GFRC WALL CAP W/ DRIP EDGE 

1/4" GAP WITH SEALANT

TILE OR STONE VENEER 
WHERE OCCURS, REFER 
TO ELEVATIONS

R
E

FE
R

 T
O

 E
LE

V
A

TI
O

N
S

 F
O

R
 P

LA
N

TE
R

  W
A

LL
 H

E
IG

H
T

0'
 - 

2 
1/

4"

MIN. 2% SLOPE

8" CMU WALL WITH 
JOINTS STRUCK FLUSH

REFER TO DETAIL 10/AD-7.4 FOR 
PLANTER WATERPROOFING 
AND DRAINAGE

CMU WALL AND 
CONC. FOOTING, 
REFER TO 
STRUCTURAL

2% MAX 
SLOPE

PAINT 4" WIDE DIAGONAL 
STRIPES @ 3' - 0" MAX O.C. 
IN CONTRASTING COLOR W/ 
PARKING SURFACE, 
STRIPES SHALL NOT COVER 
LETTERING. 

VAN ACCESSIBLE PARKING 
SIGN, REFER TO 1/ AS-7.0.1 SIM.

CONCRETE RAMP WITH 
MEDIUM BROOM 
CONCRETE FINISH. 
RAMP SLOPE SHALL NOT 
EXCEED 8.33%.

PAINT LETTERING IN 12" TALL  
LETTERS IN CONTRASTING COLOR W/ 
PARKING SURFACE. 

2'
 - 

0"

9' - 0" 5' - 0" 9' - 0"

8.33% 
MAX 

SLOPE

8.33% 
MAX 

SLOPE

PRE-CAST WHEEL STOP, 
REFER TO 3/AS-7.0.1, TYP.

3'
 - 

0"
2'

 - 
0"

18
' -

 0
"

DETECTABLE WARNING, 
REFER TO 6/AS-7.0.0

EVCS, REFER TO ELEC.

48
" 

M
IN

.

3

3

SYMBOL OF ACCESSIBILITY, 
REFER TO 5/-

3

Sheet Name

Date

Drawn by
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Sheet Number
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3/4" = 1'-0" SIGNAGE - TYPE U 1 3/4" = 1'-0" SIGNAGE - TYPE V 2 3/4" = 1'-0" PRE-CAST WHEEL STOP 3 3/8" = 1'-0" POLE MOUNTING 4 1" = 1'-0" SYMBOL OF ACCESSIBILITY 5

1/4" = 1'-0" ACCESSIBLE RAMP HANDRAIL 9 1/2" = 1'-0" 10
ACCESSIBLE SIDEWALK
OBSTRUCTIONS
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3" X 3" ALUM. HEADER WITH 
GUIDE RAIL TRACK

3"
10

' -
 5

"

EXTERIOR PERFORATED METAL

FRONT ELEVATION

BACK ELEVATION

CANE BOLT, 

4"
9'

 -
 1

1"
2"

HEAVY DUTY SELF-CLOSING 
CONTINUOUS HINGE 

CONTINUOUS HEAVY 
DUTY ALUM. HINGE

1 3/4" 4" 1/2" 4' - 3 3/4" 1/2" 4' - 3 3/4" 4' - 5 3/8" 4' - 3 3/4" 1/2" 4" 1 3/4"

1' - 6"

4'
 -

 0
"

2 
1/

2"

3"
10

' -
 5

"

4"
1'

 -
 6

 1
/2

"
1/

2"
8'

 -
 4

"
2"

4"1/2"4' - 3 3/4"1/2"4' - 3 3/4"4' - 5 3/8"4' - 3 3/4"1/2"4"

1' - 6"

4'
 -

 0
"

2 
1/

2"

GATE LATCH,

/REF. 3 AS-7.0.2

/REF.20 AS-7.0.2

18

AS-7.0.2

MAN GATE PANIC HARDWARE,
/REF.15 AS-7.0.2

ALUM. 4” x 4” x1/4”
POST - PAINT.

ALUM. 4” x 4” x1/4” POST - PAINT.

3" X 3" TUBE HEADER WITH 
GUIDE RAIL TRACK

NOTE: PAINT ALL ALUMINUM WITH 
TWO COATS OF BITUMINOUS PAINT 
IN CONTACT WITH CONCRETE 
PRIOR TO INSTALLATION. PAINT TO 
EXTEND 1/2" ABOVE ADJACENT 
FINISH SURFACE.

GATE ROLLING ASSEMBLY BY GATE 
MANUFACTURER

CLEAR SPACE

34" MIN.

GATE ROLLING ASSEMBLY BY GATE 
MANUFACTURER

10
"

10
"

EGRESS GATE WIDTH

34" MIN

CLEAR SPACE

34" MIN.

EGRESS GATE WIDTH

34" MIN.3

7

AS-7.0.2

1 1/2" X 2"X1/4" FLAT 
BAR W/ 3/8" DIA. HOLE 
FOR PADLOCK 
WELDED TO STILE

5/8" DIA. STEEL CANE 
BOLT 

1" STEEL KEEPER FOR 
CANE BOLT WELDED 
TO RAIL

STEEL PIPE SLEEVE 
INTO PAVEMENT @ 
OPEN & CLOSED GATE 
POSITION, TYP.

FINISH FLOOR, PER 
PLAN

1
0
"

2
"

3

NOTE:
1. CENTER PANIC HARDWARE ON DOOR > 34" BUT <44" ABOVE THE FLOOR

CUT HOLE IN 
ALUM. TUBE 
FOR RIM 
DEVICE STRIKE

A

GATE CATCH 
HARDWARE BOX DEVICE 
FOR PANIC HARDWARE 
LATCH, CONT. WELD TO 
GATE, PAINT

PANIC HARDWARE

A

FRONT

BACK

1/2"

PERFORATED 
METAL SCREEN

1/2"

4"

1/4" THICK X 10" ALUMINUM 
PLATE, FULL WIDTH OF GATE

ALUMINUM GATE 
(REFER TO GATE 
TYPES)

FRONTBACK

PANIC HARDWARE 
WHERE OCCURS, 

ALUM. PICKET, 
PAINT

/REF.15 AS-7.0.2

PERFORATED 
METAL PANEL 

GALV STEEL 
COLUMN, 
REFER TO 
STRUCTURAL, 
PAINT

CONCRETE SLAB, 
REFER TO 
STRUCTURAL, SEAL ALL 
EXPOSED SURFACES

WINDOW SILL, 

3"

PERFORATED 
METAL PANEL

ALUMINUM 
GATE TOP 
TRACK 

PERFORATED 
SHEET 
ALUMINUM, 
PAINT

2"
10

"
7'

 -
 6

"
1/

2"
1'

 -
 6

 1
/2

"
4"

41
"

FINISH FLOOR, 
PER PLAN

/REF.20 AD-4.2/REF.20 AD-4.2

NOTE:
REFER TO STRUCTURAL FOR REQUIREMENTS WHEN ATTACHING TO POST-
TENSIONED CONCRETE SLAB 

CL

GATE ROLLER ASSEMBLY 
BY GATE 
MANUFACTURER, AS 
REQUIRED TO SUPPORT 
WEIGHT OF GATE

/REF.20 AD-5.3

PERFORATED 
PANEL BRACKET 
W/ 1/2" DIA. HILTI 
KB-TZ2 ANCHORS 
AT 24" O.C. W/ 
3-1/4" EMBED. TYP. 0' - 8"

H.S.S. 2" x 4" x 1/4" 
STEEL POST

GATE SLIDE LOCK AND 
LATCH, COORD. DIM. W/ 
HARDWARE INSTALLER -
WELD TO GATE FRAME 

1" X 2 " X 1/4" ALUM. LOCK 
EYE, WELDED TO PLATE

A

PLAN

1" X 2 " X 1/4" ALUM. LOCK 
EYE, WELDED TO GATE 
FRAME

GATE SLIDE LOCK AND LATCH
ELEVATION A

48
" 

A
.F

.F
.

1/2"

5"

1/
2"

5"

HEAVY DUTY 
CONTINUOUS HINGE 
WELDED TO GATE

NOTE: 
SEE 18/- FOR FULL GATE SECTION
SEE 10/- FOR BOTTOM CONDITION

WALL PER 
PLAN

PEDESTRIAN 
GATE

ALUM. 4” x 4” x1/4”
POST - PAINT.

1 3/4" 4" 1/2" 4" 1/2" 4"

PANIC 
HARDWARE

1/4" THICK X 10" 
ALUMINUM 
PLATE, FULL 
WIDTH OF GATE

PERFORATED 
METAL SCREEN

ALUMINUM GATE (REFER 
TO GATE TYPES)

LINE OF FOOTING 
BELOW (DASHED)

(4) HEAVY DUTY 
HINGES - WELD TO 
GATE POSTS AND GATE

ALUM. 4” x 4” x1/4”
POST, BRONZE 

ANODIZED

PANIC HARDWARE 
(WHERE OCCURS) 
PER SCHEDULE

1/4" ALUMINUM PLATE 
(WHERE OCCURS)

PERFORATED METAL 
SCREEN

3

3

3

3'
 -

 0
"

2 
1/

2"

WALL PER PLAN

GATE LATCH, 
(WHERE OCCURS) 
PER SCHEDULE

/REF. 7 AS-7.0.2(4) HEAVY 
DUTY HINGES,

/REF. 2 AS-7.0.2

2 1/2" 4" 4" 2 1/2"

NOTE:
1. REFER TO GATE SCHEDULE FOR GATE SIZE.
2. APPLY TWO COATS OF BITUMINOUS PAINT TO ALL ALUMINUM IN 

CONTACT WITH GROUT

ALUMINUM 4” x 4”
x1/4” POST, BRONZE 
ANODIZED.

2 
1/

4"

WALL PER PLAN

PANIC HARDWARE  
(WHERE OCCURS) 
PER SCHEDULE,

/REF.16 AS-7.0.2

POST CAP, WELD TO 
POST, PAINT1"X2" TUBE 

ALUMINUM FRAME, 
BRONZE ANODIZED

10
"

H.S.S. 4” x 4” x1/4”
POST - PAINT.

GATE SLIDE LOCK AND 
LATCH, COORD. DIM. W/ 
HARDWARE INSTALLER -
WELD TO GATE FRAME 

1" X 2 " X 1/4" STEEL LOCK 
EYE WELDED TO PLATE

A

PLAN

1" X 2 " X 1/4" STEEL LOCK 
EYE WELDED TO PLATE

GATE SLIDE LOCK AND LATCH

ELEVATION A

48
" 

A
.F

.F
.

1/
2"

5"

1/2"

5"

PERFORATED 
ALUMINUM PER GATE 
ELEVATIONS

3

EXTERIOR 
PERFORATED 
METAL

FRONT ELEVATION

BACK ELEVATION

CANE BOLT,

CONTINUOUS 
ALUM. HEAVY 
DUTY HINGE

7"
10

' -
 1

"
3'

 -
 0

"

2 
1/

2"

1' - 2"

10
' -

 8
"

3'
 -

 0
"

2 
1/

2"

/REF. 3 AS-7.0.2

18

AS-7.0.2

1 3/4" 4" 1/2"

4' - 1"

1/2"

4' - 1"

1/2" 4" 1 3/4"

MAN GATE PANIC 
HARDWARE LATCH,

/REF.15 AS-7.0.2

CONTINUOUS 
HEAVY DUTY ALUM. 
HINGE

ALUM. 4” x 4” x1/4”
POST - PAINT.

ALUM. 4” x 4” x1/4”
POST - PAINT.

NOTE: APPLY TWO 
COATS OF 
BITUMINOUS PAINT 
TO ALL ALUMINUM 
IN CONTACT WITH 
CONCRETE

10
"

10
"

SIM.

NOTE:
1. CENTER PANIC HARDWARE ON DOOR > 30" BUT <44" ABOVE THE FLOOR

CUT HOLE IN 
ALUM. TUBE 
FOR RIM 
DEVICE STRIKE

A

GATE CATCH HARDWARE 
BOX DEVICE FOR PANIC 
HARDWARE LATCH, 
CONT. WELD TO 4"X4" 
HSS, PAINT

PANIC HARDWARE 
(WHERE OCCURS) 
PER SCHEDULE

A

FRONT

BACK

PERFORATED 
METAL 
SCREEN

1/2"

4"

CMU WALL PER 
STRUCT.

FLEXIBLE FLASHING

WALL ASSEMBLY 
PER PLAN

L3x3x1/4 ALUM. ANGLE, 
WELDED TO POST, W/ 1/2" 
DIA HILTI KB-TZ2 
ANCHORS @ 16" O.C. INTO 
CMU W/  3 1/4" EFF 
EMBEDMENT

1/2" Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

1        PCC#1               12/19/2023
No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a
ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a

ti
o
n

.r
v
t

AS-7.0.2

SITE DETAILS
- GATES

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"FOLDING GATE ELEVATION - FRONT PASEO 10

1" = 1'-0" 3CANE BOLT

3" = 1'-0" 15MAN GATE PH LATCH

1" = 1'-0" 18PEDESTRIAN GATE SECTION 3" = 1'-0"FOLDING GATE LATCH 20
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3/32" = 1'-0"
1

OVERALL GROUND FLOOR PLAN TRUE
NORTH

PLAN
NORTH

EQUIPMENT SCHEDULE
ITEM # ITEM QUANTITY REMARKS

E-1 REFRIGERATOR/TOP
FREEZER

2 O.F.C.I.-W/ FACTORY INSTALLED ICE
MAKER, PROVIDE WATER LINE FROM
BUILDING PLUMBING TO ICE MAKER AS
RECOMMENDED BY MANUFACTURER

E-2 Microwave 1 O.F.O.I

E-3 Specimen Storage
Cabinet

1 O.F.O.I

E-4 Counter Refrigerator 1 O.F.O.I

E-7 11x17 Scanner 2 O.F.O.I

E-8 Copy Machine 3 O.F.O.I

E-9 Live Scan Machine 1 O.F.O.I

E-10 Probation Check IN
Kiosk

3 O.F.O.I

E-11 Charger Bank 1 O.F.O.I

E-13 Check Out Kiosk 1 O.F.O.I

E-13.1 Key Checkout 1 O.F.O.I

E-14 Copier 1 O.F.O.I

E-15 Cash Drawer 1 O.F.O.I

E-16 Safe 1 O.F.C.I

E-17 Fax Machine 2 O.F.O.I

E-18 Water Cooler 1 O.F.O.I
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FLOORS.
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3. REFER TO STRUCTURAL DRAWINGS FOR REQUIREMENTS WHEN 
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SLAB.

4. IN ADDITION TO GYPSUM BOARD CONTROL JOINTS NOTED ON 
DRAWINGS, PROVIDE CONTROL JOINTS WHERE GYPSUM BOARD 
CONTINUES ACROSS TRANSITION FROM CMU TO WOOD OR METAL STUD 
WALLS. REFER TO 2/AD-4.5.
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THIRD
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Author

CB

BID DOCUMENTS
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1/8" = 1'-0"
1

THIRD FLOOR PLAN

TRUE
NORTH

PLAN
NORTH

03300H CONCRETE, PRE-CAST PLANTER, REFER TO LANDSCAPE
DRAWINGS

05500C ROOF ACCESS LADDER, REFER TO 4/AD-4.1

05513A METAL PAN STAIR, CONCRETE FILL, REFER TO DETAIL 18/AD-9.1
AND STRUCTURAL

07620C ROOF DRAIN AND OVERFLOW, REFER TO 18/AD-7.3

08912B ALUMINIUM LOUVER

23000A MECHANICAL EQUIPMENT, REFER TO MECHANICAL DRAWINGS

26000B ELECTRICAL EQUIPMENT ON CONCRETE PAD, REFER TO
ELECTRICAL DRAWINGS

26000G SOLAR PHOTOVOLTAIC PANEL, REFER TO ELECTRICAL
DRAWINGS

26241A ELECTRICAL PANEL, REFER TO ELECTRICAL DRAWINGS

KEYNOTES
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DEPTH WITH ELEVATOR MANUFACTURER.
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ENLARGED
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PLANS AND
SECTIONS

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
1

ELEVATOR ENLARGED GROUND FLOOR
PLAN

1/4" = 1'-0"
2

ELEVATOR ENLARGED FIRST FLOOR PLAN

1/4" = 1'-0"
3

ELEVATOR ENLARGED SECOND FLOOR
PLAN

1/4" = 1'-0"
4

ELEVATOR ENLARGED THIRD FLOOR PLAN

1/4" = 1'-0"
5

ELEVATOR SECTION 2
1/4" = 1'-0"

6
ELEVATOR SECTION 1

05500A ELEVATOR PIT LADDER, REFER TO 13/AD-9.0

05731A ELEVATOR SUPPORT BEAM

14240B ELEVATOR JAMB, BRONZE FINISH, REFER TO 10/AD-9.0

14240K HYDRAULIC ELEVATOR, 3500 LB CAPACITY, MEETS
GURNEY CAPACITY PER CBC 3002.4A, REFER TO
STRUCTURAL FOR ADD'L INFO.

14240L ELEVATOR GUIDE RAIL

KEYNOTES

TRUE
NORTH

PLAN
NORTH

TRUE
NORTH

PLAN
NORTH

TRUE
NORTH

PLAN
NORTH

TRUE
NORTH

PLAN
NORTH

ELEVATOR NOTES

1. THE AUDIBLE SIGNAL AT EACH HOISTWAY ENTRANCE SHALL 
SOUND ONCE FOR THE UP DIRECTION AND TWICE FOR THE DOWN 
DIRECTIONOR SHALL HAVE VERBAL ANNINCIATIONS.

2. THE MINIMUM ILLUMINATION AT THE CARS CONTROLS, 
THRESHOLD, AND LANDING WHEN THE CAR AND LANDING DOORS 
ARE OPEN SHALL NOT BE LESS THAN 5 FOOT CANDLES (CBC 
1116B.1.12)

3. THE ELEVATOR SHALL BE AUTOMATIC AND BE PROVIDED WITH 
A SELF LEVELING FEATURE THAT WILL AUTOMATICALLY BRING 
THE CAR TO THE FLOOR LANDINGS WITHIN A TOLERANCE OF 
PLUS OR MINUS 1/2 INCH UNDER NORMAL LOADING AND 
UNLOADING CONDITIONS. THIS SELF-LEVELING SHALL, WITHIN ITS 
ZONE, BE ENTIRELY AUTOMATIC AND INDEPENDANT OF THE 
OPERATING DEVICE AND SHALL CORRECT FOR OVER-TRAVEL 
AND UNDER-TRAVEL. THE CAR SHALL ALSO BE MAINTAINED 
APPROXIMATELY LEVEL WITH THE LANDING, IRRESPECTIVE 
OF LOADING. THE CLEARANCE BETWEEN THE CAR PLATFORM 
SILL AND THE EDGE OF THE HOISTWAY LANDING SHALL BE NO 
GREATER THAN 1 1/4." (CBC 116B.1.2)

4. DOOR CLOSED BY AUTOMATIC MEANS SHALL BE PROVIDED 
WITH A DOOR REOPENING DEVICE WHICH WILL FUNCTION TO 
STOP AND REOPEN A CAR DOOR AND ADJACENT HOISTWAY 
DOOR IN CASE THE DOOR IS OBSTRUCTED WHILE CLOSING. THIS 
REOPENING DEVICE SHALL ALSO BE CAPABLE OF SENSING AN 
OBJECT OR PERSON IN THE PATH OF THE CLOSING DOOR 
WITHOUT REQUIRING CONTACT FOR ACTIVATION AT A NORMAL 5" 
AND 29" ABOVE THE FLOOR. DOOR REOPENING DEVICES SHALL 
REMAIN EFFECTIVE FOR A PERIOD OF NOT LESS THAN 20 
SECONDS. AFTER SUCH INTERVAL THE DOORS MAY CLOSE IN 
ACCORDANCE WITH THE REQUIREMENTS OF ASME A17.1. (CBC 
1115.1.5)
5. THE MINIMUM ACCEPTABLE TIME FROM NOTIFICATION 
THAT A CAR IS ANSWERING A CALL (LANTERN AND AUDIBLE 
SIGNAL) UNTIL THE DOORS OF THE CAR START TO CLOSE SHALL 
BE CALCULATED IN ACCORDANCE WITH CBC SEC. 1116B.1.6.

6. THE MINIMUM ACCEPTABLE TIME FOR DOORS TO REMAIN FULLY 
OPEN SHALL NOT BE LESS THAN 5 SECONDS. (CBC 1116B.1.6)

7. ELEVATOR SHALL BE 3500 LB CAPACITY, HOLELESS HYDRAULIC 
ELEVATOR PER SPECS. 
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1/4" = 1'-0"
1

ELEVATOR ELEVATION GROUND FLOOR

10140A SIGNAGE, REFER TO FLOOR PLAN AND SIGNAGE
SCHEDULE

14240A ELEVATOR ENTRANCE DOOR, BRONZE, REFER TO
12/AD-9.0

14240F ELEVATOR CALL BUTTON, REFER TO 7/AD-9.0

14240G ELEVATOR KEY ACTIVATION LOCK, REFER TO 7/AD-9.0

14240H ELEVATOR HALL LANTERN, REFER TO 7/AD-9.0

KEYNOTES

1/4" = 1'-0"
2

ELEVATOR ELEVATION FIRST FLOOR

1/4" = 1'-0"
3

ELEVATOR ELEVATION SECOND FLOOR

1/4" = 1'-0"
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PLANS AND
SECTIONS

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
2

STAIR 1 ENLARGED GROUND FLOOR PLAN

1/4" = 1'-0"
3

STAIR 1 ENLARGED FIRST FLOOR PLAN

1/4" = 1'-0"
4

STAIR 1 ENLARGED SECOND FLOOR PLAN

1/4" = 1'-0"
5

STAIR 1 ENLARGED THIRD FLOOR PLAN

1/4" = 1'-0"
1

STAIR 1 SECTION

05513A METAL PAN STAIR, CONCRETE FILL, REFER TO DETAIL 18/AD-9.1 AND
STRUCTURAL

05513B METAL PAN STAIR LANDING, CONCRETE FILL, REFER TO STRUCTURAL

05513C METAL PAN STAIR STRINGER AT GYPSUM BOARD WALL, REFER TO
STRUCTURAL"

KEYNOTES

05730B GUARDRAIL, STEEL (PAINT) WITH WOOD HANDRAIL, REFER TO 9/AD-9.1

05730H HANDRAIL, WOOD, WALL MOUNT, REFER TO 9 AND 1/AD-9.1

05730J HANDRAIL, WOOD, WALL MOUNT, REFER TO 9 AND 2/AD-9.1

08120B ACCORDION FIREGUARD DOOR, REFER TO DOOR SCHEDULE

21000F FIRE SUPPRESSION STANDPIPE, REFER TO FIRE PROTECTION
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ENLARGED
STAIR 2

PLANS AND
SECTIONS

895.01
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HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
1

STAIR 2 ENLARGED GROUND FLOOR PLAN

1/4" = 1'-0"
2

STAIR 2 ENLARGED FIRST FLOOR PLAN

1/4" = 1'-0"
3

STAIR 2 ENLARGED SECOND FLOOR PLAN

1/4" = 1'-0"
4

STAIR 2 ENLARGED THIRD FLOOR PLAN

1/4" = 1'-0"
5

STAIR 2 SECTION
1/4" = 1'-0"

6
STAIR 2 SECTION1

05513A METAL PAN STAIR, CONCRETE FILL, REFER TO DETAIL
18/AD-9.1 AND STRUCTURAL

05513B METAL PAN STAIR LANDING, CONCRETE FILL, REFER TO
STRUCTURAL

KEYNOTES

05513C METAL PAN STAIR STRINGER AT GYPSUM BOARD WALL,
REFER TO STRUCTURAL"

05730B GUARDRAIL, STEEL (PAINT) WITH WOOD HANDRAIL,
REFER TO 9/AD-9.1

28210D EMERGENCY PHONE WALL MOUNTED, REFER TO
SECURITY DRAWINGS
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STRUCTURAL DRAWINGS

LINE OF BEAM BELOW

FRAMED WALLS

DECK DRAIN REFER TO 9/AD-7.5

PLANTER DRAIN REFER TO 10/AD-7.5

FLOOR DRAIN

1. SEE SHEET T-1.0 FOR GENERAL NOTES AND STANDARDS.
2. SEE SHEET T-2.0 FOR ARCHITECTURAL ABBREVIATIONS, SYMBOLS AND 

DIMESIONING STANDARDS. 
3. ALL DIMENSIONS TO FORMED CONCRETE EDGES ARE TO FACE OF 

CONCRETE OR FACE OF CURB.
4. INTERIOR PARTITION WALL DIMENSIONS ARE SHOWN ON BUILDING SLAB 

PLANS FOR CLARITY. REFER TO BUILDING FLOOR PLANS FOR EXTERIOR 
WALL DIMENSIONS AND ADDITIONAL DIMENSION INFORMATION.

5. COORDINATE ALL PENETRATIONS/ SLEEVES/ EMBEDS/ CONDUITS AND 
BLOCKOUTS WITH OTHER TRADES INCLUDING BUT NOT LIMITED TO 
PLUMBING, ELECTRICAL, MECHANICAL AND FIRE.

6. COORDINATE CURB WIDTHS WITH WALL TYPE DETAILS.
7. REFER TO FLOOR PLAN FOR SLOPE OF FLOOR SURFACE; REFER TO 

FINISH SCHEDULE FOR FLOOR FINISH ASSEMBLIES.
8. ELEVATION 0'-0" REFERS TO FINISH FLOOR ELEVATION NOTED IN CIVIL 

DRAWINGS.
9. SLOPES INDICATED ARE FOR ROOFING MEMBRANE AND INSULATION 

BELOW PEDESTAL SYSTEM WITH LEVEL WALKING SURFACE ABOVE
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1. REFER TO PLUMBING DRAWINGS FOR ADDITIONAL INFORMATION ON 
PLUMBING FIXTURES AND CONNECTIONS.

2. REFER TO AD-11.0 FOR TYPICAL MOUNTING HEIGHTS OF ACCESSIBLE 
ACCESSORIES AND FIXTURES. ALL ACCESSORIES AND FIXTURES SHALL 
BE MOUNTED AT ACCESSIBLE HEIGHTS.

3. REFER TO 18 AND 19 / AD-11.0 FOR TYPICAL BACKING AT WALL MOUNTED 
ACCESSORIES.

4. REFER TO SHEETS A-7.3.0, A-7.3.1 AND A-7.3.2 FOR FINISH SCHEDULES.
5. REFER TO SHEET A-1.5.0 FOR RESTROOM ACCESSORY SCHEDULE.
6. REFER TO 15/AD-11.0 FOR ADDITIONAL ACCESSIBLE SHOWER 

REQUIREMENTS.
7. REFER TO SHEET AD-11.0 DETAIL 5 FOR MOUNTING HEIGHTS.
8. REFER TO DETAIL 18 & 19 ON SHEET AD-11.0 FOR GRAB BAR MOUNTING

SHEET GENERAL NOTES

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER

RESTROOM ACCESSORY, REFER TO SCHEDULE ON A-1.5.01i
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1/4" = 1'-0"
1

RESTROOMS AT GROUND FLOOR

1/4" = 1'-0"
2

005 RR NORTH
1/4" = 1'-0"

3
005 RR EAST

1/4" = 1'-0"
4

005 RR SOUTH
1/4" = 1'-0"

5
005 RR WEST

1/4" = 1'-0"
6

006 RR NORTH
1/4" = 1'-0"

7
006 RR EAST

1/4" = 1'-0"
8

006 RR SOUTH
1/4" = 1'-0"

9
006 RR WEST

01000A 30" x 48" CLEAR

06411E CASEWORK - BASE CABINET WITH SINK, REFER TO
15/AD-8.0

08141A DOOR, REFER TO DOOR SCHEDULE

09290A GYPSUM BOARD, PAINT

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

10280C MIRROR IN STAINLESS STEEL FRAME, 40" MAX. AFF TO
REFLECTIVE SURFACE, REFER TO 5/AD-11.0

12366A COUNTERTOP - SOLID SURFACE, REFER TO 2 & 7/AD-8.0

22421C LAVATORY, ACCESSIBLE, REFER TO 5/AD-11.0

22421E TOILET, ACCESSIBLE, REFER TO 5/AD-11.0

22421I SINK, ACCESSIBLE, REFER TO 5/AD-11.0 AND PLUMBING
DRAWINGS

22471A DRINKING FOUNTAIN, WALL MOUNTED, DUAL HEIGHT,
WITH WATER BOTTLE REFILLING STATION, ACCESSIBLE,
REFER TO 12/AD-11.0

26000A LIGHT FIXTURE, REFER TO ELECTRICAL DRAWINGS

KEYNOTES

RESTROOM ACCESSORY SCHEDULE

ITEM # ITEM MANUFACTURER MODEL # REMARKS

B0 Soap Dispenser Gojo FMX-20 Push Style, O.F.C.I

B1 Toilet Paper Dispenser Bobrick B-2888

B2 Paper Towel Dispense-
Semi-Recessed

Bobrick B-3942 Trifold Paper Towels, Semi Recessed Combo Dispenser/
Waste Receptacle

B4 Toilet Seat Paper Dispenser Bobrick B-4221

B5 36" Grab Bar

B6 Baby Changing Station Koala Kare KB310-SSRE

B7 24x60 Channel-Frame Mirror Bobrick B-165 2460

B8 48" ADA Locker Bench

B9 42" Grab Bar

B10 30" Grab Bar

B11 Recessed Soap Dish Bobrick B-4380

B12 Coat Hook Bobrick B-542 Provide at each toilet compartment door and door to each
single occupant restroom at 48" A.F.F., in addition to
locations noted in shower compartments.

B13 Towel Bar Bobrick B-545 x 24

TRUE
NORTH

PLAN
NORTH

REFER TO SHEET AD-11.0 DETAIL 5 FOR MOUNTING HEIGHTS.
REFER TO DETAIL 18 & 19 ON SHEET AD-11.0 FOR GRAB BAR MOUNTING

2
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3

3

3

3

3

3

3

3
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1. REFER TO PLUMBING DRAWINGS FOR ADDITIONAL INFORMATION ON 
PLUMBING FIXTURES AND CONNECTIONS.

2. REFER TO AD-11.0 FOR TYPICAL MOUNTING HEIGHTS OF ACCESSIBLE 
ACCESSORIES AND FIXTURES. ALL ACCESSORIES AND FIXTURES SHALL 
BE MOUNTED AT ACCESSIBLE HEIGHTS.

3. REFER TO 18 AND 19 / AD-11.0 FOR TYPICAL BACKING AT WALL MOUNTED 
ACCESSORIES.

4. REFER TO SHEETS A-7.3.0, A-7.3.1 AND A-7.3.2 FOR FINISH SCHEDULES.
5. REFER TO SHEET A-1.5.0 FOR RESTROOM ACCESSORY SCHEDULE.
6. REFER TO 15/AD-11.0 FOR ADDITIONAL ACCESSIBLE SHOWER 

REQUIREMENTS.
7. REFER TO SHEET AD-11.0 DETAIL 5 FOR MOUNTING HEIGHTS.
8. REFER TO DETAIL 18 & 19 ON SHEET AD-11.0 FOR GRAB BAR MOUNTING
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WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER

RESTROOM ACCESSORY, REFER TO SCHEDULE ON A-1.5.01i

Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

1        PCC#1               12/19/2023
No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a
ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a

ti
o
n

.r
v
t

A-1.5.1

ENLARGED
RESTROOM

PLANS
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PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
1

105 RESTROOMS AT FIRST FLOOR

1/4" = 1'-0"
2

107 RESTROOMS AT FIRST FLOOR

1/4" = 1'-0"
3

105 RR NORTH

1/4" = 1'-0"
11

108 & 125 RESTROOMS AT FIRST FLOOR

1/4" = 1'-0"
4

105 RR EAST
1/4" = 1'-0"

5
105 RR SOUTH

1/4" = 1'-0"
6

105 RR WEST

1/4" = 1'-0"
7

107 RR NORTH
1/4" = 1'-0"

8
107 RR EAST

1/4" = 1'-0"
9

107 RR SOUTH
1/4" = 1'-0"

10
107 RR WEST

1/4" = 1'-0"
12

108 RR NORTH
1/4" = 1'-0"

13
108 RR EAST

1/4" = 1'-0"
14

108 RR SOUTH
1/4" = 1'-0"

15
108 RR WEST

1/4" = 1'-0"
16

125 RR NORTH
1/4" = 1'-0"

17
125 RR EAST

1/4" = 1'-0"
18

125 RR SOUTH
1/4" = 1'-0"

19
125 RR WEST

01000A 30" x 48" CLEAR

01000B 60" CLEAR TURNING AREA

01000D 56" x 60" CLEAR

06411B CASEWORK - BASE CABINET, REFER TO 15/AD-8.0

06411D CASEWORK - FULL HEIGHT CABINET, REFER TO 16/AD-8.0

06411E CASEWORK - BASE CABINET WITH SINK, REFER TO
15/AD-8.0

08141A DOOR, REFER TO DOOR SCHEDULE

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

10280C MIRROR IN STAINLESS STEEL FRAME, 40" MAX. AFF TO
REFLECTIVE SURFACE, REFER TO 5/AD-11.0

12366A COUNTERTOP - SOLID SURFACE, REFER TO 2 & 7/AD-8.0

22421C LAVATORY, ACCESSIBLE, REFER TO 5/AD-11.0

22421E TOILET, ACCESSIBLE, REFER TO 5/AD-11.0

22421G URINAL, ACCESSIBLE, REFER TO 5/AD-11.0

22471A DRINKING FOUNTAIN, WALL MOUNTED, DUAL HEIGHT,
WITH WATER BOTTLE REFILLING STATION, ACCESSIBLE,
REFER TO 12/AD-11.0

26000A LIGHT FIXTURE, REFER TO ELECTRICAL DRAWINGS

KEYNOTES
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1. REFER TO PLUMBING DRAWINGS FOR ADDITIONAL INFORMATION ON 
PLUMBING FIXTURES AND CONNECTIONS.

2. REFER TO AD-11.0 FOR TYPICAL MOUNTING HEIGHTS OF ACCESSIBLE 
ACCESSORIES AND FIXTURES. ALL ACCESSORIES AND FIXTURES SHALL 
BE MOUNTED AT ACCESSIBLE HEIGHTS.

3. REFER TO 18 AND 19 / AD-11.0 FOR TYPICAL BACKING AT WALL MOUNTED 
ACCESSORIES.

4. REFER TO SHEETS A-7.3.0, A-7.3.1 AND A-7.3.2 FOR FINISH SCHEDULES.
5. REFER TO SHEET A-1.5.0 FOR RESTROOM ACCESSORY SCHEDULE.
6. REFER TO 15/AD-11.0 FOR ADDITIONAL ACCESSIBLE SHOWER 

REQUIREMENTS.
7. REFER TO SHEET AD-11.0 DETAIL 5 FOR MOUNTING HEIGHTS.
8. REFER TO DETAIL 18 & 19 ON SHEET AD-11.0 FOR GRAB BAR MOUNTING

SHEET GENERAL NOTES

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER

RESTROOM ACCESSORY, REFER TO SCHEDULE ON A-1.5.01i
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FLOOR
PLANS
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PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA
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Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
18

127 RESTROOMS AT FIRST FLOOR

1/4" = 1'-0"
17

144 & 157 RESTROOMS AT FIRST FLOOR

1/4" = 1'-0"
16

127 RR NORTH

1/4" = 1'-0"
15

127 RR EAST
1/4" = 1'-0"

14
127 RR SOUTH

1/4" = 1'-0"
13

127 RR WEST

1/4" = 1'-0"
4

144 RR NORTH
1/4" = 1'-0"

3
144 RR EAST

1/4" = 1'-0"
2

144 RR SOUTH
1/4" = 1'-0"

1
144 RR WEST

1/4" = 1'-0"
8

157 RR NORTH
1/4" = 1'-0"

7
157 RR EAST

1/4" = 1'-0"
6

157 RR SOUTH
1/4" = 1'-0"

5
157 RR WEST

1/4" = 1'-0"
12

156 RR NORTH

1/4" = 1'-0"
11

156 RR EAST
1/4" = 1'-0"

10
156 RR SOUTH

1/4" = 1'-0"
9

156 RR WEST

01000A 30" x 48" CLEAR

01000B 60" CLEAR TURNING AREA

08141A DOOR, REFER TO DOOR SCHEDULE

09290A GYPSUM BOARD, PAINT

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

10280C MIRROR IN STAINLESS STEEL FRAME, 40" MAX. AFF TO
REFLECTIVE SURFACE, REFER TO 5/AD-11.0

12366A COUNTERTOP - SOLID SURFACE, REFER TO 2 & 7/AD-8.0

22421C LAVATORY, ACCESSIBLE, REFER TO 5/AD-11.0

22421E TOILET, ACCESSIBLE, REFER TO 5/AD-11.0

26000A LIGHT FIXTURE, REFER TO ELECTRICAL DRAWINGS
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1. REFER TO PLUMBING DRAWINGS FOR ADDITIONAL INFORMATION ON 
PLUMBING FIXTURES AND CONNECTIONS.

2. REFER TO AD-11.0 FOR TYPICAL MOUNTING HEIGHTS OF ACCESSIBLE 
ACCESSORIES AND FIXTURES. ALL ACCESSORIES AND FIXTURES SHALL 
BE MOUNTED AT ACCESSIBLE HEIGHTS.

3. REFER TO 18 AND 19 / AD-11.0 FOR TYPICAL BACKING AT WALL MOUNTED 
ACCESSORIES.

4. REFER TO SHEETS A-7.3.0, A-7.3.1 AND A-7.3.2 FOR FINISH SCHEDULES.
5. REFER TO SHEET A-1.5.0 FOR RESTROOM ACCESSORY SCHEDULE.
6. REFER TO 15/AD-11.0 FOR ADDITIONAL ACCESSIBLE SHOWER 

REQUIREMENTS.
7. REFER TO SHEET AD-11.0 DETAIL 5 FOR MOUNTING HEIGHTS.
8. REFER TO DETAIL 18 & 19 ON SHEET AD-11.0 FOR GRAB BAR MOUNTING

SHEET GENERAL NOTES

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER

RESTROOM ACCESSORY, REFER TO SCHEDULE ON A-1.5.01i
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1/4" = 1'-0"
1

RESTROOMS AT SECOND FLOOR

1/4" = 1'-0"
5

210 RR NORTH
1/4" = 1'-0"

4
210 RR EAST

1/4" = 1'-0"
3

210 RR SOUTH
1/4" = 1'-0"

2
210 RR WEST

1/4" = 1'-0"
10

213 RR NORTH
1/4" = 1'-0"

9
213 RR EAST

1/4" = 1'-0"
7

213 RR SOUTH A
1/4" = 1'-0"

8
213 RR SOUTH B

1/4" = 1'-0"
6

213 RR WEST

01000A 30" x 48" CLEAR

01000B 60" CLEAR TURNING AREA

01000C 36" x 60" CLEAR

08141A DOOR, REFER TO DOOR SCHEDULE

09290A GYPSUM BOARD, PAINT

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

10211B URINAL SCREEN, SOLID PHENOLIC, BRADLEY OR EQUAL

10211C SOLID PHENOLIC TOILET PARTITION, BRADLEY 500
SERIES OR EQUAL, REFER TO 10/AD-3.0

10280C MIRROR IN STAINLESS STEEL FRAME, 40" MAX. AFF TO
REFLECTIVE SURFACE, REFER TO 5/AD-11.0

10510A PHENOLIC LOCKERS, MIN. 5% OF THE LOCKERS SHALL
BE ACCESSIBLE, REFER TO 6/AD-11.0

12366A COUNTERTOP - SOLID SURFACE, REFER TO 2 & 7/AD-8.0

22421C LAVATORY, ACCESSIBLE, REFER TO 5/AD-11.0

22421D TOILET, REFER TO PLUMBING DRAWINGS

22421E TOILET, ACCESSIBLE, REFER TO 5/AD-11.0

22421G URINAL, ACCESSIBLE, REFER TO 5/AD-11.0

22421J ACCESSIBLE SHOWER, REFER TO 5/AD-11.0

26000A LIGHT FIXTURE, REFER TO ELECTRICAL DRAWINGS
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12
212 SHOWER SOUTH

1/4" = 1'-0"
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1. REFER TO PLUMBING DRAWINGS FOR ADDITIONAL INFORMATION ON 
PLUMBING FIXTURES AND CONNECTIONS.

2. REFER TO AD-11.0 FOR TYPICAL MOUNTING HEIGHTS OF ACCESSIBLE 
ACCESSORIES AND FIXTURES. ALL ACCESSORIES AND FIXTURES SHALL 
BE MOUNTED AT ACCESSIBLE HEIGHTS.

3. REFER TO 18 AND 19 / AD-11.0 FOR TYPICAL BACKING AT WALL MOUNTED 
ACCESSORIES.

4. REFER TO SHEETS A-7.3.0, A-7.3.1 AND A-7.3.2 FOR FINISH SCHEDULES.
5. REFER TO SHEET A-1.5.0 FOR RESTROOM ACCESSORY SCHEDULE.
6. REFER TO 15/AD-11.0 FOR ADDITIONAL ACCESSIBLE SHOWER 

REQUIREMENTS.
7. REFER TO SHEET AD-11.0 DETAIL 5 FOR MOUNTING HEIGHTS.
8. REFER TO DETAIL 18 & 19 ON SHEET AD-11.0 FOR GRAB BAR MOUNTING

SHEET GENERAL NOTES

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER

RESTROOM ACCESSORY, REFER TO SCHEDULE ON A-1.5.01i
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1/4" = 1'-0"
1

316 & 317 RESTROOMS AT THIRD FLOOR
1/4" = 1'-0"

2
316 RR NORTH

1/4" = 1'-0"
3

316 RR EAST
1/4" = 1'-0"

4
316 RR SOUTH

1/4" = 1'-0"
5

316 RR WEST

1/4" = 1'-0"
6

317 RR NORTH
1/4" = 1'-0"

7
317 RR EAST

1/4" = 1'-0"
8

317 RR SOUTH
1/4" = 1'-0"

9
317 RR WEST

08141A DOOR, REFER TO DOOR SCHEDULE

09290A GYPSUM BOARD, PAINT

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

10280C MIRROR IN STAINLESS STEEL FRAME, 40" MAX. AFF TO
REFLECTIVE SURFACE, REFER TO 5/AD-11.0

12366A COUNTERTOP - SOLID SURFACE, REFER TO 2 & 7/AD-8.0

22421C LAVATORY, ACCESSIBLE, REFER TO 5/AD-11.0

22421E TOILET, ACCESSIBLE, REFER TO 5/AD-11.0

26000A LIGHT FIXTURE, REFER TO ELECTRICAL DRAWINGS
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ROOF DRAIN AND OVERFLOW, REFER TO 18/AD-7.3

ROOF DRAIN, REFER TO 13/AD-7.3

KETONE ETHYLENE ESTER ROOFING, REFER TO 
ASSEMBLY R1 / AD-0.7 

TWO-PIECE CLAY TILE ROOFING, REFER TO ROOF 
ASSEMBLY R4 / AD-0.7

PERFORATED ALUMINUM

PHOTO VOLTAIC PANEL, DEFERRED SUBMITTAL
REFER TO DETAIL 10/ AD-7.3 FOR RACKING 
PENETRATION THROUGH ROOF MEMBRANE

LINE OF WALL BELOW

FLOOR DRAIN

LEGEND

NOTE: ALL EXPOSED SHEET METAL FLASHING, GUTTERS AND
DOWNSPOUTS SHALL BE COPPER

1. SLOPE CRICKETS 3/8" PER FOOT MINIMUM.
2. PROVIDE WALK PADS TO ALL EQUIPMENT LOCATIONS ON ROOF.  

FINAL LOCATION OF WALK PADS TO BE COORDINATED WITH 
CRICKETS AND TO AVOID FLOW LINES.

3. REFER TO PLUMBING PLANS FOR VENT LOCATIONS, REFER TO 
DETAIL 19/AD-7.3 FOR PENETRATION FLASHING

4. REFER TO DETAILS 1 THROUGH 10 ON SHEET AD-7.2 FOR 
EQUIPMENT, CONDUIT AND PIPE SUPPORTS.
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OVERALL
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Author

CB

BID DOCUMENTS
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TRUE
NORTH

PLAN
NORTH

01001A LINE OF WALL BELOW

07321A 2 PIECE ROOF TILE, CLAY, HALF-BARREL, REFER TO
AD-7.0

07542A THERMOPLASTIC-POLYOLEFIN (TPO) ROOFING, REFER
TO R1/AD-0.7

07620C ROOF DRAIN AND OVERFLOW, REFER TO 18/AD-7.3

23000A MECHANICAL EQUIPMENT, REFER TO MECHANICAL
DRAWINGS

26000G SOLAR PHOTOVOLTAIC PANEL, REFER TO ELECTRICAL
DRAWINGS
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A-3.1.1

OVERALL
EXTERIOR
ELEVATION

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/8" = 1'-0"
1

EAST ELEVATION

KEYNOTES

03490M GFRC TRIM TOP CORNICE PROFILE 1, REFER TO 8/AD-7.1

04220F CONCRETE MASONRY UNIT WALL WITH SANTA BARBARA
SANDSTONE RANDOM ASHLAR VENEER, REFER TO WALL
TYPES

05121A ARCHITECTURAL EXPOSED (AESS)STEEL COLUMN,
GALVANIZED, REFER TO STRUCTURAL DRAWINGS

05121B ARCHITECTURAL EXPOSED (AESS) STEEL BEAM,
GALVANIZED, REFER TO STRUCTURAL DRAWINGS

05520A EXTERIOR PERFORATED METAL SCREEN, REFER TO
AD-4.2

05730B GUARDRAIL, STEEL (PAINT) WITH WOOD HANDRAIL,
REFER TO 9/AD-9.1

05730P GATE, REFER TO GATE SCHEDULE

06100E WOOD TRELLIS, REFER TO 1-4/AD-3.0

07321A 2 PIECE ROOF TILE, CLAY, HALF-BARREL, REFER TO
AD-7.0

07620A SHEET METAL GUTTER, COPPER, REFER TO 17/AD-7.0

07620B DOWNSPOUT, COPPER, REFER TO 20/AD-7.1

07620D SHEET METAL SCUPPER, COPPER, REFER TO 14/AD-7.2

07620F COPPER CUNDUCTOR HEAD, REFER TO 20/AD-7.2

09240A PORTLAND CEMENT PLASTER, SMOOTH FINISH

09240B PORTLAND CEMENT PLASTER CONTROL JOINT, REFER
TO 5 AND 8 ON SHEET AD-4.0

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

10140A SIGNAGE, REFER TO FLOOR PLAN AND SIGNAGE
SCHEDULE

10510C BIKE RACK,  REFER TO LANDSCAPE, RACK DOES NOT
PROTRUDE MORE THAN 4" AT A HEIGHT OF 27" ABOVE
FINISH SURFACE.

21000A FIRE ALARM BELL,  DEFERRED SUBMITTAL FOR FIRE
ALARM

21000G FIRE DEPARTMENT 3- WAY FDC, REFER TO FIRE
PROTECTION DRAWINGS

26000A LIGHT FIXTURE, REFER TO ELECTRICAL DRAWINGS

26000G SOLAR PHOTOVOLTAIC PANEL, REFER TO ELECTRICAL
DRAWINGS

bradbury
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FF FIRST FLOOR
12' - 0"

FF SECOND
FLOOR
24' - 8"

FF GROUND
FLOOR

0' - 0"

FF THIRD FLOOR
37' - 4"

PLATE HT
49' - 4"

TOP OF PARAPET
53' - 4"

2

A-4.1.4
2

A-4.1.2

2

A-4.1.3

1

A-4.1.4

1

A-4.1.3

A MK.1B HB.2 FB.3B.1A.1 LC.1 G KE

TOP OF BUILDING
63' - 8"

C D J

09240A

TYP.

07321A

03490M 05500C

07620A

07620B

03490G

08912A

04220F04220F 05730P26000B

32321E 04220B

TYP.

07620F

TYP.

09240B

05730I05730I

06100E

26000G05121B 05121B

TYP.

04220H

TYP.

09240B

05520A

3

GENERAL NOTES

NOTES
1. EXTERIOR PLASTER SHALL BE SMOOTH COAT SANTA BARBARA FINISH
2. STONE VENEER SHALL BE  SANTA BARBARA SANDSTONE THIN VENEER,
3. EXTERIOR GUTTERS, SHEET METAL FLASHING, DOWNSPOUTS, 
CONDUCTOR HEADS, ECT. SHALL BE COPPER.

LEGEND

2 PIECE CLAY ROOF TILE

SMOOTH COAT CEMENT PLASTER

VERTICAL TREATED 
WOOD SIDING

PORCELAIN TILE

STONE VENEER: "SANTA BARBARA 
SANDSTONE RANDOM ASHLAR"

EXTERIOR PERFORATED 
METAL SCREEN

Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com
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No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024
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A-3.1.2

OVERALL
EXTERIOR
ELEVATION

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101
1/8" = 1'-0"

1
WEST ELEVATION

03490G GFRC TRIM TOP CORNICE PROFILE 2, REFER TO 18/AD-7.1

03490M GFRC TRIM TOP CORNICE PROFILE 1, REFER TO 8/AD-7.1

04220B CONCRETE MASONRY UNIT RETAINING WALL WITH SMOOTH
COAT PLASTER FINISH, BOTH SIDES, REFER TO 16/AS-7.0.0,
CIVIL AND STRUCTURAL

04220F CONCRETE MASONRY UNIT WALL WITH SANTA BARBARA
SANDSTONE RANDOM ASHLAR VENEER, REFER TO WALL
TYPES

04220H 6" DRAIN THROUGH CONCRETE MASONRY UNIT WALL AT
GRADE

05121B ARCHITECTURAL EXPOSED (AESS) STEEL BEAM, GALVANIZED,
REFER TO STRUCTURAL DRAWINGS

05500C ROOF ACCESS LADDER, REFER TO 4/AD-4.1

05520A EXTERIOR PERFORATED METAL SCREEN, REFER TO AD-4.2

05730I GUARDRAIL, REFER TO 7/AS-7.0.0

05730P GATE, REFER TO GATE SCHEDULE

06100E WOOD TRELLIS, REFER TO 1-4/AD-3.0

07321A 2 PIECE ROOF TILE, CLAY, HALF-BARREL, REFER TO AD-7.0

KEYNOTES

07620A SHEET METAL GUTTER, COPPER, REFER TO 17/AD-7.0

07620B DOWNSPOUT, COPPER, REFER TO 20/AD-7.1

07620F COPPER CUNDUCTOR HEAD, REFER TO 20/AD-7.2

08912A FIXED LOUVER,  ON EXTERIOR SIDE, REFER TO WINDOW
SCHEDULE

09240A PORTLAND CEMENT PLASTER, SMOOTH FINISH

09240B PORTLAND CEMENT PLASTER CONTROL JOINT, REFER TO 5
AND 8 ON SHEET AD-4.0

26000B ELECTRICAL EQUIPMENT ON CONCRETE PAD, REFER TO
ELECTRICAL DRAWINGS

26000G SOLAR PHOTOVOLTAIC PANEL, REFER TO ELECTRICAL
DRAWINGS

32321E CONCRETE, CAST IN PLACE DECORATIVE WALL, REFER TO
LANDSCAPE

bradbury
Image



FF FIRST FLOOR
12' - 0"

FF SECOND
FLOOR
24' - 8"

FF GROUND
FLOOR

0' - 0"

FF THIRD FLOOR
37' - 4"

PLATE HT
49' - 4"

TOP OF PARAPET
53' - 4"

2

A-4.1.1

1

A-4.1.2

1

A-4.1.1

1215.1 4.311 8 4.414.1 13.1

TOP OF BUILDING
63' - 8"

TYP.

07321A

03490M
TYP.

07620D

07620A

07620B

05500C09240A

26000B

26000D

26000B

05730P 08111A

TYP.

08512A

03490G

04220G

TYP.

26000A

08912B

04220F

07620F

09240B

TYP.

09240B

TYP.

09240B

GENERAL NOTES

NOTES
1. EXTERIOR PLASTER SHALL BE SMOOTH COAT SANTA BARBARA FINISH
2. STONE VENEER SHALL BE  SANTA BARBARA SANDSTONE THIN VENEER,
3. EXTERIOR GUTTERS, SHEET METAL FLASHING, DOWNSPOUTS, 
CONDUCTOR HEADS, ECT. SHALL BE COPPER.

LEGEND

2 PIECE CLAY ROOF TILE

SMOOTH COAT CEMENT PLASTER

VERTICAL TREATED 
WOOD SIDING

PORCELAIN TILE

STONE VENEER: "SANTA BARBARA 
SANDSTONE RANDOM ASHLAR"

EXTERIOR PERFORATED 
METAL SCREEN

Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

1        PCC#1               12/19/2023
No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024
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A-3.1.3

OVERALL
EXTERIOR
ELEVATION

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/8" = 1'-0"
1

NORTH ELEVATION

03490G GFRC TRIM TOP CORNICE PROFILE 2, REFER TO 18/AD-7.1

03490M GFRC TRIM TOP CORNICE PROFILE 1, REFER TO 8/AD-7.1

04220F CONCRETE MASONRY UNIT WALL WITH SANTA BARBARA
SANDSTONE RANDOM ASHLAR VENEER, REFER TO WALL
TYPES

04220G CONCRETE MASONRY UNIT RETAINING WALL, REFER TO
DETAIL 16/AS-7.0.0 AND STRUCTURAL

05500C ROOF ACCESS LADDER, REFER TO 4/AD-4.1

05730P GATE, REFER TO GATE SCHEDULE

07321A 2 PIECE ROOF TILE, CLAY, HALF-BARREL, REFER TO AD-7.0

07620A SHEET METAL GUTTER, COPPER, REFER TO 17/AD-7.0

07620B DOWNSPOUT, COPPER, REFER TO 20/AD-7.1

07620D SHEET METAL SCUPPER, COPPER, REFER TO 14/AD-7.2

07620F COPPER CUNDUCTOR HEAD, REFER TO 20/AD-7.2

08111A DOOR, ALUMINUM, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

08912B VERTICAL LOUVER, REFER TO WINDOW SCHEDULE

KEYNOTES

09240A PORTLAND CEMENT PLASTER, SMOOTH FINISH

09240B PORTLAND CEMENT PLASTER CONTROL JOINT, REFER TO 5
AND 8 ON SHEET AD-4.0

26000A LIGHT FIXTURE, REFER TO ELECTRICAL DRAWINGS

26000B ELECTRICAL EQUIPMENT ON CONCRETE PAD, REFER TO
ELECTRICAL DRAWINGS

26000D TRANSFORMER, REFER TO ELECTRICAL DRAWINGS

bradbury
Image



FF FIRST FLOOR
12' - 0"

FF SECOND
FLOOR
24' - 8"

FF GROUND
FLOOR

0' - 0"

FF THIRD FLOOR
37' - 4"

PLATE HT
49' - 4"

TOP OF PARAPET
53' - 4"

TOP OF BUILDING
63' - 8"

TYP.

07321A

TYP.

09240A

TYP.

04220F

TYP.

07620D05500C

04220F

03490G

03490M

05121A

05121B

26000G

06100E

09240D

07620A

07620B

09240B

TYP.

09240B

TYP.

09240B

05520B

152.20 152.21 152.22 152.19

GENERAL NOTES

NOTES
1. EXTERIOR PLASTER SHALL BE SMOOTH COAT SANTA BARBARA FINISH
2. STONE VENEER SHALL BE  SANTA BARBARA SANDSTONE THIN VENEER,
3. EXTERIOR GUTTERS, SHEET METAL FLASHING, DOWNSPOUTS, 
CONDUCTOR HEADS, ECT. SHALL BE COPPER.

LEGEND

2 PIECE CLAY ROOF TILE

SMOOTH COAT CEMENT PLASTER

VERTICAL TREATED 
WOOD SIDING

PORCELAIN TILE

STONE VENEER: "SANTA BARBARA 
SANDSTONE RANDOM ASHLAR"

EXTERIOR PERFORATED 
METAL SCREEN

Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com
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1        PCC#1               12/19/2023
No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024
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A-3.1.4

OVERALL
EXTERIOR
ELEVATION

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/8" = 1'-0"
1

SOUTH ELEVATION

03490G GFRC TRIM TOP CORNICE PROFILE 2, REFER TO 18/AD-7.1

03490M GFRC TRIM TOP CORNICE PROFILE 1, REFER TO 8/AD-7.1

04220F CONCRETE MASONRY UNIT WALL WITH SANTA BARBARA
SANDSTONE RANDOM ASHLAR VENEER, REFER TO WALL TYPES

05121A ARCHITECTURAL EXPOSED (AESS)STEEL COLUMN, GALVANIZED,
REFER TO STRUCTURAL DRAWINGS

05121B ARCHITECTURAL EXPOSED (AESS) STEEL BEAM, GALVANIZED,
REFER TO STRUCTURAL DRAWINGS

05500C ROOF ACCESS LADDER, REFER TO 4/AD-4.1

05520B EXTERIOR PERFORATED METAL SCREEN, REFER TO 7/AD-4.2

06100E WOOD TRELLIS, REFER TO 1-4/AD-3.0

KEYNOTES

07321A 2 PIECE ROOF TILE, CLAY, HALF-BARREL, REFER TO AD-7.0

07620A SHEET METAL GUTTER, COPPER, REFER TO 17/AD-7.0

07620B DOWNSPOUT, COPPER, REFER TO 20/AD-7.1

07620D SHEET METAL SCUPPER, COPPER, REFER TO 14/AD-7.2

09240A PORTLAND CEMENT PLASTER, SMOOTH FINISH

09240B PORTLAND CEMENT PLASTER CONTROL JOINT, REFER TO 5 AND 8
ON SHEET AD-4.0

09240D VERTICAL TREATED WOOD SIDING, PAINT, REFER TO W7/AD-0.0

26000G SOLAR PHOTOVOLTAIC PANEL, REFER TO ELECTRICAL DRAWINGS
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1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/8" = 1'-0"
2

COURTYARD EAST ELEVATION
1/8" = 1'-0"

3
COURTYARD WEST ELEVATION

KEYNOTES
03490G GFRC TRIM TOP CORNICE PROFILE 2, REFER TO 18/AD-7.1

03490M GFRC TRIM TOP CORNICE PROFILE 1, REFER TO 8/AD-7.1

04220F CONCRETE MASONRY UNIT WALL WITH SANTA BARBARA
SANDSTONE RANDOM ASHLAR VENEER, REFER TO WALL
TYPES

05121A ARCHITECTURAL EXPOSED (AESS)STEEL COLUMN,
GALVANIZED, REFER TO STRUCTURAL DRAWINGS

05121B ARCHITECTURAL EXPOSED (AESS) STEEL BEAM, GALVANIZED,
REFER TO STRUCTURAL DRAWINGS

05500C ROOF ACCESS LADDER, REFER TO 4/AD-4.1

05520A EXTERIOR PERFORATED METAL SCREEN, REFER TO AD-4.2

05730P GATE, REFER TO GATE SCHEDULE

06100B WOOD COLUMN, REFER TO STRUCTURAL

06100E WOOD TRELLIS, REFER TO 1-4/AD-3.0

07321A 2 PIECE ROOF TILE, CLAY, HALF-BARREL, REFER TO AD-7.0

07620A SHEET METAL GUTTER, COPPER, REFER TO 17/AD-7.0

07620B DOWNSPOUT, COPPER, REFER TO 20/AD-7.1

07620D SHEET METAL SCUPPER, COPPER, REFER TO 14/AD-7.2

07620F COPPER CUNDUCTOR HEAD, REFER TO 20/AD-7.2

08111A DOOR, ALUMINUM, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

09240A PORTLAND CEMENT PLASTER, SMOOTH FINISH

09240B PORTLAND CEMENT PLASTER CONTROL JOINT, REFER TO 5
AND 8 ON SHEET AD-4.0

09240C PORTLAND CEMENT PLASTER SOFFIT

09240D VERTICAL TREATED WOOD SIDING, PAINT, REFER TO W7/AD-0.0

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

26000A LIGHT FIXTURE, REFER TO ELECTRICAL DRAWINGS

26000G SOLAR PHOTOVOLTAIC PANEL, REFER TO ELECTRICAL
DRAWINGS

1/8" = 1'-0"
1

COURTYARD NORTH ELEVATION
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Author

Checker

BID DOCUMENTS
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SANTA BARBARA, CA

93101

1/8" = 1'-0"
7

TRAINING RM PATIO NORTH ELEVATION
1/8" = 1'-0"

4
LOBBY ALCOVE EAST ELEVATION

1/8" = 1'-0"
5

LOBBY ALCOVE NORTH ELEVATION
1/8" = 1'-0"

6
LOBBY ALCOVE WEST ELEVATION

1/8" = 1'-0"
1

COURTYARD SOUTH ELEVATION

KEYNOTES

03490G GFRC TRIM TOP CORNICE PROFILE 2, REFER TO 18/AD-7.1

04220F CONCRETE MASONRY UNIT WALL WITH SANTA BARBARA
SANDSTONE RANDOM ASHLAR VENEER, REFER TO WALL
TYPES

05121A ARCHITECTURAL EXPOSED (AESS)STEEL COLUMN,
GALVANIZED, REFER TO STRUCTURAL DRAWINGS

05121B ARCHITECTURAL EXPOSED (AESS) STEEL BEAM, GALVANIZED,
REFER TO STRUCTURAL DRAWINGS

05520A EXTERIOR PERFORATED METAL SCREEN, REFER TO AD-4.2

05730A ANODIZED ALUMINUM GUARDRAIL, PAINT, REFER TO 13/AD-4.2

05730C HANDRAIL, DARK BRONZE ANODIZED ALUMINUM, WALL MOUNT,
REFER TO 9/AD-9.1 AND 2/AD-9.2

05730P GATE, REFER TO GATE SCHEDULE

06100A WOOD BEAM, REFER TO STRUCTURAL

06100B WOOD COLUMN, REFER TO STRUCTURAL

06100E WOOD TRELLIS, REFER TO 1-4/AD-3.0

07321A 2 PIECE ROOF TILE, CLAY, HALF-BARREL, REFER TO AD-7.0

08111A DOOR, ALUMINUM, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

09240A PORTLAND CEMENT PLASTER, SMOOTH FINISH

09240C PORTLAND CEMENT PLASTER SOFFIT

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

26000A LIGHT FIXTURE, REFER TO ELECTRICAL DRAWINGS

26000G SOLAR PHOTOVOLTAIC PANEL, REFER TO ELECTRICAL
DRAWINGS

1/8" = 1'-0"
2

PARTIAL EXTERIOR ELEVATION BEHIND
SCREEN WEST

1/8" = 1'-0"
3

PARTIAL EXTERIOR ELEVATION BEHIND
SCREEN EAST
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GENERAL NOTES
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WALLS AT METAL FRAMING

3. REFER TO DETAILS 18 AND 19 AND 20 ON SHEET AD-4.3 FOR TOP AND 
BOTTOM OF WALLS AT WOOD FRAMED WALLS 

4. REFER TO DETAILS ON SHEET AD-4.3 FOR METAL STUD DETAILS
5. REFER TO DETAILS ON SHEET AD-4.5 FOR WOOD STUD DETAILS
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02000H PROTECT (E) RETAINING WALL

03490G GFRC TRIM TOP CORNICE PROFILE 2, REFER TO 18/AD-7.1

03490M GFRC TRIM TOP CORNICE PROFILE 1, REFER TO 8/AD-7.1

04220G CONCRETE MASONRY UNIT RETAINING WALL, REFER TO DETAIL
16/AS-7.0.0 AND STRUCTURAL

05730B GUARDRAIL, STEEL (PAINT) WITH WOOD HANDRAIL, REFER TO 9/AD-9.1
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SECTION E
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SECTION F

03330K CONCRETE, CAST IN PLACE STAIR, REFER TO 7/AD-9.2

03490G GFRC TRIM TOP CORNICE PROFILE 2, REFER TO
18/AD-7.1

05121A ARCHITECTURAL EXPOSED (AESS)STEEL COLUMN,
GALVANIZED, REFER TO STRUCTURAL DRAWINGS

05121B ARCHITECTURAL EXPOSED (AESS) STEEL BEAM,
GALVANIZED, REFER TO STRUCTURAL DRAWINGS

05520A EXTERIOR PERFORATED METAL SCREEN, REFER TO
AD-4.2

07321A 2 PIECE ROOF TILE, CLAY, HALF-BARREL, REFER TO
AD-7.0

07620A SHEET METAL GUTTER, COPPER, REFER TO 17/AD-7.0

07620B DOWNSPOUT, COPPER, REFER TO 20/AD-7.1

26000B ELECTRICAL EQUIPMENT ON CONCRETE PAD, REFER TO
ELECTRICAL DRAWINGS

26000G SOLAR PHOTOVOLTAIC PANEL, REFER TO ELECTRICAL
DRAWINGS
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03300D CONCRETE, CAST IN PLACE COLUMN, REFER TO
STRUCTURAL

03300J CONCRETE, CAST IN PLACE BEAM, REFER TO
STRUCTURAL

04220A CONCRETE MASONRY UNIT WALL, REFER TO
STRUCUTRAL

04220E CONCRETE MASONRY UNIT WALL WITH SMOOTH COAT
PLASTER FINISH, REFER TO DETAIL W1A/AD-0.0 AND
STRUCUTRAL
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09290A GYPSUM BOARD, PAINT

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

09651A WALL BASE, REFER TO FINISH SCHEDULE

10110A MARKER BOARD, 8' X 4' UON, REFER TO 4/AD-4.2 FOR
MOUNTING
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11521A PROJECTION SCREEN, WALL MOUNTED, REFER TO
11/AS-4.3

11521D CEILING MOUNTED PROJECTOR (NIC), PROVIDE
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12366A COUNTERTOP - SOLID SURFACE, REFER TO 2 & 7/AD-8.0

22400A DOMESTIC WATER BACK FLOW PREVENTER, REFER TO
PLUMBING DRAWINGS

22400B FIRE WATER BACK FLOW PREVENTER, REFER TO CIVIL
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22421I SINK, ACCESSIBLE, REFER TO 5/AD-11.0 AND PLUMBING
DRAWINGS

28210D EMERGENCY PHONE WALL MOUNTED, REFER TO
SECURITY DRAWINGS

32000B EV CHARGER, REFER TO ELECTRICAL DRAWINGS
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2        PCC#2                1/22/2024
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A-6.1.1

INTERIOR
ELEVATIONS
FIRST FLOOR

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
11

103 RECEPTION WEST
1/4" = 1'-0"

12
103 RECEPTION EAST

1/4" = 1'-0"
9

142 RECEPTION NORTH

1/4" = 1'-0"
16

158 COPY NORTH
1/4" = 1'-0"

15
158 COPY EAST

1/4" = 1'-0"
14

158 COPY SOUTH
1/4" = 1'-0"

13
158 COPY WEST

1/4" = 1'-0"
1

102 ADULT LOBBY NORTH
1/4" = 1'-0"

2
102 ADULT LOBBY EAST

1/4" = 1'-0"
3

102 ADULT LOBBY SOUTH
1/4" = 1'-0"

4
102 ADULT LOBBY WEST

1/4" = 1'-0"
5

104 JUV. LOBBY NORTH
1/4" = 1'-0"

6
104 JUV. LOBBY EAST

1/4" = 1'-0"
7

104 JUV. LOBBY SOUTH
1/4" = 1'-0"

8
104 JUV. LOBBY WEST 06411B CASEWORK - BASE CABINET, REFER TO 15/AD-8.0

06411C CASEWORK - UPPER CABINET, REFER TO 6/AD-8.0

08111A DOOR, ALUMINUM, REFER TO DOOR SCHEDULE

08141A DOOR, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

08512C INTERIOR HM WINDOW, FIXED, REFER TO WINDOW
SCHEDULE

08512D TRANSACTION WINDOW, REFER TO WINDOW SCHEDULE

09290A GYPSUM BOARD, PAINT

09513A

09720A TACKABLE WALL COVERING, PANEL, TWP-1

11281A COPIER/PRINTER, N.I.C.

12366A COUNTERTOP - SOLID SURFACE, REFER TO 2 & 7/AD-8.0

KEYNOTES

1

1
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08512A
09290A10110A

09290A 08141A 09290A

0'
 - 

9 
13

/1
6"

6'
 - 

3 
5/

16
"

23' - 6"

08512A 09290A 08111A
09290A 10110A 09290A

TYP.

08512A 09290A

08141A

TYP.

09513C

0'
 - 

9 
13

/1
6"

6'
 - 

3 
5/

16
"

8' - 9 3/4"

09290A 09513A

TYP.

08141A 09290A 09513A

TYP.

08512A 09290A

OPEN TO 
BEYOND

OPEN TO 
BEYOND

OPEN TO 
BEYOND

09290A 08141A

TYP.

08512A

09513A

OPEN TO 
BEYOND

09513A

TYP.

09290A

TYP.

08141A

09290A 08512A

08141A

08141A

09290A

09290A
08512D

3' - 0"1

(3
4"

 M
A

X
.)

34
"

09290A 09720A

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER

Sheet Name

Date
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Sheet Number
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No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024
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A-6.1.2

INTERIOR
ELEVATIONS
FIRST FLOOR

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
1

139 CLASSROOM 1 NORTH
1/4" = 1'-0"

2
139 CLASSROOM 1 EAST

1/4" = 1'-0"
3

139 CLASSROOM 1 SOUTH

1/4" = 1'-0"
4

139 CLASSROOM 1 WEST
1/4" = 1'-0"

5
137 CLASSROOM 2 NORTH

1/4" = 1'-0"
6

137 CLASSROOM 2 EAST
1/4" = 1'-0"

7
137 CLASSROOM 2 SOUTH

1/4" = 1'-0"
8

137 CLASSROOM 2 WEST
1/4" = 1'-0"

9
136 DAY SPACE NORTH

1/4" = 1'-0"
10

136 DAY SPACE EAST

1/4" = 1'-0"
11

136 DAY SPACE SOUTH
1/4" = 1'-0"

12
136 DAY SPACE WEST

1/4" = 1'-0"
13

135 PRRC LOBBY NORTH
1/4" = 1'-0"

14
135 PRRC LOBBY EAST

1/4" = 1'-0"
15

135 PRRC LOBBY SOUTH
1/4" = 1'-0"

16
135 PRRC LOBBY WEST

08111A DOOR, ALUMINUM, REFER TO DOOR SCHEDULE

08141A DOOR, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

08512D TRANSACTION WINDOW, REFER TO WINDOW SCHEDULE

09290A GYPSUM BOARD, PAINT

09513A

09513C

09720A TACKABLE WALL COVERING, PANEL, TWP-1

10110A MARKER BOARD, 8' X 4' UON, REFER TO 4/AD-4.2 FOR
MOUNTING

KEYNOTES

bradbury
Image



06100A

08141A 08111A

11521A

09290A

09290A08512A

TYP.

06100A

TYP.

09570A

TYP.

08111A

TYP.

08512A

09290A

11521A

09290A

11521A

08141A

10110A

2'
 - 

6"
4'

 - 
9"

18' - 9"

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER

2'
 - 

9 
5/

8"

06411B

22421I 12366A

3' - 0" 3' - 0"

09301B

Sheet Name

Date

Drawn by

Checked by

Sheet Number
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1        PCC#1               12/19/2023
No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024
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A-6.1.3

INTERIOR
ELEVATIONS
FIRST FLOOR

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
1

152 TRAINING ROOM NORTH
1/4" = 1'-0"

2
152 TRAINING ROOM EAST

1/4" = 1'-0"
3

152 TRAINING ROOM SOUTH
1/4" = 1'-0"

4
152 TRAINING ROOM WEST

06100A WOOD BEAM, REFER TO STRUCTURAL

06411B CASEWORK - BASE CABINET, REFER TO 15/AD-8.0

08111A DOOR, ALUMINUM, REFER TO DOOR SCHEDULE

08141A DOOR, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

09290A GYPSUM BOARD, PAINT

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

09570A CEILING - LINEAR WOOD LAY IN CEILING GRILLE, REFER
TO DETAILS 1, 6 & 8/AD-6.1

10110A MARKER BOARD, 8' X 4' UON, REFER TO 4/AD-4.2 FOR
MOUNTING

11521A PROJECTION SCREEN, WALL MOUNTED, REFER TO
11/AS-4.3

12366A COUNTERTOP - SOLID SURFACE, REFER TO 2 & 7/AD-8.0

22421I SINK, ACCESSIBLE, REFER TO 5/AD-11.0 AND PLUMBING
DRAWINGS

KEYNOTES

1/4" = 1'-0"
5

152 TRAINING ROOM WEST - WET BAR

1

bradbury
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OPEN TO 
BEYOND

09290A

11310C OPEN TO 
BEYOND

08141A

09290A

22421H

12366A

09290A

22421H

06411E

12366A

06411B

3' - 0 3/4"
3

OPEN TO 
BEYOND

09301B

22421H

06411E

11310C11310D

11310E

12366A

06411B

09290A

09651A

3'
 - 

2 
5/

8"

09290A

09651A

09290A

09651A

08141A

09290A

09651A

09290A

09651A

09290A

09651A

10110A
TYP.

08512C08141A

2'
 - 

2 
5/

8"
4'

 - 
9"

6' - 6 1/2"

09290A

09651A

09290A

09651A

09290A

09651A

08141A

09290A

09651A

09290A

09651A

09290A

09651A

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER

09651A

09290A

08111A

09290A

09651A

09290A 09290A

09651A

09290A
Sheet Name

Date

Drawn by

Checked by

Sheet Number
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1        PCC#1               12/19/2023
No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024
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A-6.1.4

INTERIOR
ELEVATIONS
FIRST FLOOR

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
1

143 KITCHEN NORTH
1/4" = 1'-0"

2
143 KITCHEN EAST

1/4" = 1'-0"
3

143 KITCHEN SOUTH

1/4" = 1'-0"
4

143 KITCHEN WEST

1/4" = 1'-0"
5

113 INTERVIEW/CONFERENCE NORTH
1/4" = 1'-0"

6
113 INTERVIEW/CONFERENCE EAST

1/4" = 1'-0"
7

113 INTERVIEW/CONFERENCE SOUTH
1/4" = 1'-0"

8
113 INTERVIEW/CONFERENCE WEST

1/4" = 1'-0"
9

130 CONFERENCE 2 NORTH
1/4" = 1'-0"

10
130 CONFERENCE 2 EAST

1/4" = 1'-0"
11

130 CONFERENCE 2 SOUTH
1/4" = 1'-0"

12
130 CONFERENCE 2 WEST

1/4" = 1'-0"
13

154 JANITOR NORTH
1/4" = 1'-0"

14
154 JANITOR EAST

1/4" = 1'-0"
15

154 JANITOR SOUTH
1/4" = 1'-0"

16
154 JANITOR WEST

06411B CASEWORK - BASE CABINET, REFER TO 15/AD-8.0

06411E CASEWORK - BASE CABINET WITH SINK, REFER TO
15/AD-8.0

08111A DOOR, ALUMINUM, REFER TO DOOR SCHEDULE

08141A DOOR, REFER TO DOOR SCHEDULE

08512C INTERIOR HM WINDOW, FIXED, REFER TO WINDOW
SCHEDULE

09290A GYPSUM BOARD, PAINT

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

09651A WALL BASE, REFER TO FINISH SCHEDULE

10110A MARKER BOARD, 8' X 4' UON, REFER TO 4/AD-4.2 FOR
MOUNTING

11310C REFRIGERATOR, NIC

11310D WATER DISPENSER

11310E MICROWAVE

12366A COUNTERTOP - SOLID SURFACE, REFER TO 2 & 7/AD-8.0

22421H SINK, REFER TO 17/AD-11.0 AND PLUMBING DRAWINGS

KEYNOTES

1/4" = 1'-0"
17

TYP. INTERVIEW - NORTH
1/4" = 1'-0"

18
TYP. INTERVIEW - SOUTH

1/4" = 1'-0"
19

TYP. INTERVIEW - EAST
1/4" = 1'-0"

20
TYP. INTERVIEW - WEST

3

3
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09290A

11281A

09290A

08512A

09720A

12366A

09290A

09290B

12366A

08141A

09651A

2'
 - 

10
"

EQEQEQ

6' - 0"

06411B

3

09290A

09651A

08512A

09290A

09651A

10110A

09290A

09651A

08141A

9' - 11"

4'
 - 

8"

TYP.

08512C

09290A

09651A

08141A

09290A

08512C

09651A

08141A

09290A

09651A

10110A

4'
 - 

9"

8' - 0"

TYP.

08512A

09290A

09651A

09290A

09651A

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER

Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

1        PCC#1               12/19/2023
No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a
ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a

ti
o
n

.r
v
t

A-6.2.1

INTERIOR
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FLOOR

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
2

217 COPY WEST
1/4" = 1'-0"

3
217 COPY SOUTH

1/4" = 1'-0"
4

217 COPY EAST
1/4" = 1'-0"

5
217 COPY NORTH

1/4" = 1'-0"
6

233 CONFERENCE 1 NORTH
1/4" = 1'-0"

7
233 CONFERENCE 1 EAST

1/4" = 1'-0"
8

233 CONFERENCE 1 SOUTH

1/4" = 1'-0"
9

233 CONFERENCE 1 WEST

1/4" = 1'-0"
10

216 CONFERENCE 3 NORTH
1/4" = 1'-0"

11
216 CONFERENCE 3 EAST

1/4" = 1'-0"
12

216 CONFERENCE 3 SOUTH
1/4" = 1'-0"

13
216 CONFERENCE 3 WEST

06411B CASEWORK - BASE CABINET, REFER TO 15/AD-8.0

08141A DOOR, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

08512C INTERIOR HM WINDOW, FIXED, REFER TO WINDOW
SCHEDULE

09290A GYPSUM BOARD, PAINT

09290B GYPSUM BOARD CEILING, PAINT, REFER TO 9/AD-6.0

09651A WALL BASE, REFER TO FINISH SCHEDULE

09720A TACKABLE WALL COVERING, PANEL, TWP-1

10110A MARKER BOARD, 8' X 4' UON, REFER TO 4/AD-4.2 FOR
MOUNTING

11281A COPIER/PRINTER, N.I.C.

12366A COUNTERTOP - SOLID SURFACE, REFER TO 2 & 7/AD-8.0

KEYNOTES
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09290A

09651A

09290A

09651A

08512A

09290A

09651A

08141A 09290A

09651A

10110A

09290A

08141A

10510A

B7 2

OPEN TO 
BEYOND

TYP.

10510A

2

B8

09290A

10510A
TYP.

10510A

09290A

09290A

08141AB7

2

OPEN TO 
BEYOND

2

B8

09290A

08141A

08512C

09290A

09290A08512A

09290A

10110A

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER
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A-6.2.2

INTERIOR
ELEVATIONS

SECOND
FLOOR

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
1

241 CONFERENCE 5 NORTH
1/4" = 1'-0"

2
241 CONFERENCE 5 EAST

1/4" = 1'-0"
3

241 CONFERENCE 5 SOUTH
1/4" = 1'-0"

4
241 CONFERENCE 5 WEST

1/4" = 1'-0"
5

214 LOCKER ROOM NORTH
1/4" = 1'-0"

6
214 LOCKER ROOM EAST

1/4" = 1'-0"
7

214 LOCKER ROOM SOUTH
1/4" = 1'-0"

8
214 LOCKER ROOM WEST

1/4" = 1'-0"
9

211 LOCKER ROOM NORTH
1/4" = 1'-0"

10
211 LOCKER ROOM EAST

1/4" = 1'-0"
11

211 LOCKER ROOM SOUTH
1/4" = 1'-0"

12
211 LOCKER ROOM WEST

1/4" = 1'-0"
17

218 CONFERENCE 4 NORTH
1/4" = 1'-0"

18
218 CONFERENCE 4 EAST

1/4" = 1'-0"
19

218 CONFERENCE 4 SOUTH
1/4" = 1'-0"

20
218 CONFERENCE 4 WEST

08141A DOOR, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

08512C INTERIOR HM WINDOW, FIXED, REFER TO WINDOW
SCHEDULE

09290A GYPSUM BOARD, PAINT

09651A WALL BASE, REFER TO FINISH SCHEDULE

10110A MARKER BOARD, 8' X 4' UON, REFER TO 4/AD-4.2 FOR
MOUNTING

10510A PHENOLIC LOCKERS, MIN. 5% OF THE LOCKERS SHALL
BE ACCESSIBLE, REFER TO 6/AD-11.0

KEYNOTES

1

1
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08120B

09651A

09290A

08141A

05730B

08120B 09290A 08512A

05513C
05730B

09651A

05730B

05520B

05513A

OPEN TO 
BEYOND

22471A14240A14240F 14240G

14240H 14240B09290A

08111A08141A08141A

09651A

08141A

TYP.

08512A

09651A

08141A 08141A 08141A 08141A

OPEN TO 
BEYOND

08141A

09651A

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER
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3      FOR PERMIT        3/29/2024
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ELEVATIONS

SECOND
FLOOR

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
5

007 STAIR EAST
1/4" = 1'-0"

6
007 STAIR SOUTH

1/4" = 1'-0"
7

007 STAIR WEST

1/4" = 1'-0"
1

201 HALL NORTH

1/4" = 1'-0"
2

201 HALL EAST A

1/4" = 1'-0"
3

201 HALL SOUTH
1/4" = 1'-0"

4
201 HALL WEST A 05513A METAL PAN STAIR, CONCRETE FILL, REFER TO DETAIL

18/AD-9.1 AND STRUCTURAL

05513C METAL PAN STAIR STRINGER AT GYPSUM BOARD WALL,
REFER TO STRUCTURAL"

05520B EXTERIOR PERFORATED METAL SCREEN, REFER TO
7/AD-4.2

05730B GUARDRAIL, STEEL (PAINT) WITH WOOD HANDRAIL,
REFER TO 9/AD-9.1

08111A DOOR, ALUMINUM, REFER TO DOOR SCHEDULE

08120B ACCORDION FIREGUARD DOOR, REFER TO DOOR
SCHEDULE

08141A DOOR, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

09290A GYPSUM BOARD, PAINT

09651A WALL BASE, REFER TO FINISH SCHEDULE

14240A ELEVATOR ENTRANCE DOOR, BRONZE, REFER TO
12/AD-9.0

14240B ELEVATOR JAMB, BRONZE FINISH, REFER TO 10/AD-9.0

14240F ELEVATOR CALL BUTTON, REFER TO 7/AD-9.0

14240G ELEVATOR KEY ACTIVATION LOCK, REFER TO 7/AD-9.0

14240H ELEVATOR HALL LANTERN, REFER TO 7/AD-9.0

22471A DRINKING FOUNTAIN, WALL MOUNTED, DUAL HEIGHT,
WITH WATER BOTTLE REFILLING STATION, ACCESSIBLE,
REFER TO 12/AD-11.0

KEYNOTES
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09651A

TYP.

08141A 08141A

09290A

09651A

09290A

09651A

3' - 6"3' - 0"3' - 0"3' - 0"

3' - 0"3' - 0"3' - 0"

09290A

09651A

OPEN TO 
BEYOND

11310C

06411E

TYP.

06411C

TYP.

06411B

09301B

22421H

3

06411C

06411E

11310C

09513A

08512A

09651A

09290A

09720A

09513A

09290A

09651A

TYP.

08111A

06411C

06411B09290A

09651A

08512A

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER
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Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

1        PCC#1               12/19/2023
No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a
ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a

ti
o
n

.r
v
t

A-6.2.4

INTERIOR
ELEVATIONS

SECOND
FLOOR

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1/4" = 1'-0"
1

201 HALL WEST B
1/4" = 1'-0"

2
201 HALL EAST B

1/4" = 1'-0"
3

201 HALL WEST C

1/4" = 1'-0"
4

236 BREAK NORTH
1/4" = 1'-0"

5
236 BREAK EAST

1/4" = 1'-0"
6

236 BREAK SOUTH
1/4" = 1'-0"

7
236 BREAK WEST

06411B CASEWORK - BASE CABINET, REFER TO 15/AD-8.0

06411C CASEWORK - UPPER CABINET, REFER TO 6/AD-8.0

06411E CASEWORK - BASE CABINET WITH SINK, REFER TO
15/AD-8.0

08111A DOOR, ALUMINUM, REFER TO DOOR SCHEDULE

08141A DOOR, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

09290A GYPSUM BOARD, PAINT

09301B WALL TILE, CERAMIC, REFER TO FINISH SCHEDULE AND
AD-12.0

09513A

09651A WALL BASE, REFER TO FINISH SCHEDULE

09720A TACKABLE WALL COVERING, PANEL, TWP-1

11310C REFRIGERATOR, NIC

22421H SINK, REFER TO 17/AD-11.0 AND PLUMBING DRAWINGS
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09290A

09651A

08111A 10110D

09290A

09651A

08141A

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER
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1/4" = 1'-0"
3

318 COPY SOUTH
1/4" = 1'-0"

2
318 COPY EAST

1/4" = 1'-0"
1

318 COPY NORTH
1/4" = 1'-0"

4
318 COPY WEST

1/4" = 1'-0"
5

303 MEETING ROOM NORTH
1/4" = 1'-0"

6
303 MEETING ROOM EAST

1/4" = 1'-0"
7

303 MEETING ROOM SOUTH
1/4" = 1'-0"

8
303 MEETING ROOM WEST

06411B CASEWORK - BASE CABINET, REFER TO 15/AD-8.0

06411C CASEWORK - UPPER CABINET, REFER TO 6/AD-8.0

08111A DOOR, ALUMINUM, REFER TO DOOR SCHEDULE

08141A DOOR, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

09290A GYPSUM BOARD, PAINT

09651A WALL BASE, REFER TO FINISH SCHEDULE

10110B TACKABLE FABRIC, 4X6' UON,

10110D MARKER BOARD, PROVIDE BACKING

11281A COPIER/PRINTER, N.I.C.
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14240F

14240H

09290A

09651A

08141A

09290B

14240G

09570A08512A

09651A
08111A

09290A

09570A

08512A

05730B

09290A

09651A

08512A

09570A

09290A

05730B

LEGEND

GB GYPSUM BOARD, TYPE - PAINTED FINISH

CMU CONCRETE MASONRY UNIT

WCT 1 WALL CERAMIC TILE, PATTERN 1 

WCT 2 WALL CERAMIC TILE, PATTERN 2

WCT 3 WALL CERAMIC TILE, PATTERN 3

AWT ACOUSTIC WALL TILE

TWP TACKABLE WALL PANEL

MB MARKER BOARD

ACCESSIBLE PHENOLIC LOCKER
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1/4" = 1'-0"
1

301 LOBBY NORTH
1/4" = 1'-0"

2
301 LOBBY EAST

1/4" = 1'-0"
3

301 LOBBY SOUTH
1/4" = 1'-0"

4
301 LOBBY WEST

05730B GUARDRAIL, STEEL (PAINT) WITH WOOD HANDRAIL,
REFER TO 9/AD-9.1

08111A DOOR, ALUMINUM, REFER TO DOOR SCHEDULE

08141A DOOR, REFER TO DOOR SCHEDULE

08512A WINDOW, REFER TO WINDOW SCHEDULE

09290A GYPSUM BOARD, PAINT

09290B GYPSUM BOARD CEILING, PAINT, REFER TO 9/AD-6.0

09570A CEILING - LINEAR WOOD LAY IN CEILING GRILLE, REFER
TO DETAILS 1, 6 & 8/AD-6.1

09651A WALL BASE, REFER TO FINISH SCHEDULE

14240F ELEVATOR CALL BUTTON, REFER TO 7/AD-9.0

14240G ELEVATOR KEY ACTIVATION LOCK, REFER TO 7/AD-9.0

14240H ELEVATOR HALL LANTERN, REFER TO 7/AD-9.0
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Author
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1019 GARDEN STREET
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DOOR SCHEDULE

Level NUMBER

DOOR

HDW SET

FRAME DETAIL

FIRE

RATING

STC

RATING REMARKS

SIZE

THICKNESS TYPE MATERIAL FINISH TYPE MATERIAL FINISH HEAD SILL JAMBWIDTH HEIGHT

FF GROUND FLOOR 001.1 6' - 2 1/4" 6' - 11
5/8"

2" (2) FG AL FF 01A -- AL FF 19/AD-5.0 PH, AUTO UNLOCKING,
STOREFRONT

FF GROUND FLOOR 002.1 6' - 0" 7' - 0" 1 3/4" (2)F WD ST 25 1 HM PT 7/AD-5.1 17/AD-5.1 12/AD-5.1 1 1/2 HR

FF GROUND FLOOR 003.1 6' - 0" 7' - 0" 1 3/4" (2)F WD ST 41 1 HM PT 7/AD-5.1 19/AD-5.1 12/AD-5.1

FF GROUND FLOOR 003.2 6' - 0" 7' - 0" 1 3/4" (2)F WD ST 41 1 HM PT 7/AD-5.1 19/AD-5.1 12/AD-5.1

FF GROUND FLOOR 003.3 5' - 0" 7' - 0" 1 3/4" (2) F HM PT 33 1 HM PT 7/AD-5.1 19/AD-5.1 12/AD-5.1

FF GROUND FLOOR 004.1 3' - 0" 7' - 0" 1 3/4" F HM PT 35 1 HM PT 7/AD-5.1 18/AD-5.1 12/AD-5.1 CARD READER, 1"
UNDERCUT

FF GROUND FLOOR 005.1 3' - 0" 6' - 8" 1 3/4" F WD ST 34 1 HM PT 7/AD-5.1 16/AD-5.1 11/AD-5.1 1 1/2 HR

FF GROUND FLOOR 006.1 3' - 0" 6' - 8" 1 3/4" F WD ST 34 1 HM PT 7/AD-5.1 16/AD-5.1 11/AD-5.1 1 1/2 HR

FF GROUND FLOOR 007.1 3' - 0" 7' - 0" 1 3/4" F WD ST 30 1 HM PT 1/AD-5.1 19/AD-5.1 6/AD-5.1 1 1/2 HR CARD READER, PH,

FF GROUND FLOOR 009.1 3' - 0" 7' - 0" 1 3/4" F WD ST 27 1 HM PT 7/AD-5.1 17/AD-5.1 12/AD-5.1 1 1/2 HR CARD READER

FF GROUND FLOOR 010.1 3' - 0" 7' - 0" 1 3/4" F HM PT 35 1 HM PT 7/AD-5.1 18/AD-5.1 12/AD-5.1 CARD READER, 1"
UNDERCUT

FF GROUND FLOOR 011.1 3' - 0" 7' - 0" 1 3/4" F HM PT 43 1 HM PT 7/AD-5.1 18/AD-5.1 12/AD-5.1 CARD READER

FF GROUND FLOOR 011.2 5' - 0" 7' - 0" 1 3/4" (2) F HM PT 33 1 HM PT 7/AD-5.1 18/AD-5.1 12/AD-5.1

FF GROUND FLOOR 012.1 6' - 0" 7' - 0" 1 3/4" (2)FL HM PT 16 1 HM PT 10/AD-5.0 20/AD-5.0 15/AD-5.0 CARD READER

FF GROUND FLOOR 013.1 3' - 0" 7' - 0" 1 3/4" F HM PT 10 1 HM PT 10/AD-5.0 20/AD-5.0 15/AD-5.0

FF GROUND FLOOR 014.1 3' - 0" 7' - 0" 1 3/4" F HM PT 14 1 HM PT 1/AD-5.1 19/AD-5.1 6/AD-5.1 CARD READER

FF GROUND FLOOR 015.1 3' - 0" 7' - 0" 1 3/4" F HM PT 20 1 HM FF 1/AD-5.1 19/AD-5.1 6/AD-5.1

FF GROUND FLOOR 015.2 6' - 0" 7' - 0" 1 3/4" (2)F HM PT 60 1 HM PT 1/AD-5.1 19/AD-5.1 6/AD-5.1

FF GROUND FLOOR 016.1 3' - 6" 7' - 0" 1 3/4" F HM PT 10 1 HM PT 1/AD-5.1 19/AD-5.1 6/AD-5.1 3/4 HR

FF GROUND FLOOR 017.1 20' - 0" 9' - 7" R AL FF 57 R AL FF 13/AD-5.0 -- 18/AD-5.0

FF GROUND FLOOR 018.2 3' - 0" 7' - 0" 1 3/4" F HM PT 11 1 HM PT 1/AD-5.1 19/AD-5.1 6/AD-5.1 3/4 HR CARD READER

FF GROUND FLOOR 019.1 3' - 0" 7' - 0" 1 3/4" F HM PT 08 1 HM PT 7/AD-5.1 19/AD-5.1 12/AD-5.1 1 1/2 HR CARD READER

FF GROUND FLOOR 020.1 3' - 0" 7' - 0" 1 3/4" FL HM PT 12 1 HM PT 7/AD-5.1 19/AD-5.1 12/AD-5.1 3/4 HR

FF GROUND FLOOR 021.1 3' - 0" 7' - 0" 1 3/4" F HM PT 12 1 HM PT 7/AD-5.1 19/AD-5.1 12/AD-5.1

FF GROUND FLOOR 022.1 3' - 0" 7' - 0" 1 3/4" F HM PT 11 1 HM PT 1/AD-5.1 18/AD-5.1 6/AD-5.1 1 1/2 HR CARD READER BOTH SIDES

FF GROUND FLOOR 023.1 2' - 2" 7' - 0" 1 3/4" F HM PT 33 1 HM PT 7/AD-5.1 18/AD-5.1 12/AD-5.1 1 1/2 HR

FF GROUND FLOOR 024.1 3' - 0" 7' - 0" 1 3/4" F WD ST 33 1 HM PT 7/AD-5.1 18/AD-5.1 12/AD-5.1 1" UNDERCUT

FF GROUND FLOOR 025.1 3' - 0" 7' - 0" 1 3/4" F HM PT 12 1 HM PT 7/AD-5.1 19/AD-5.1 12/AD-5.1

FF FIRST FLOOR 007.2 3' - 0" 7' - 0" 1 3/4" F WD ST 24 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1 1 1/2 HR CARD READER, PH

FF FIRST FLOOR 019.2 3' - 0" 7' - 0" 1 3/4" N HM PT 09 1 HM PT 10/AD-5.0 9/AD-7.5 15/AD-5.0 1 1/2 HR CARD READER, PH

FF FIRST FLOOR 019.3 3' - 0" 7' - 0" 1 3/4" N HM PT 23 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1 1 1/2 HR

FF FIRST FLOOR 101.1 3' - 0" 7' - 0" 1 3/4" F HM PT 39 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1 CARD READER

FF FIRST FLOOR 101.2 3' - 0" 8' - 0" 1 3/4" FG AL FF 05 1 AL FF 4/AD-5.0 9/AD-7.5 3/AD-5.0 PH,  ACCESS CONTROL,
STOREFRONT

FF FIRST FLOOR 102.1 3' - 0" 7' - 0" 1 3/4" L WD ST 40 2 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 CARD READER

FF FIRST FLOOR 102.2 3' - 0" 8' - 0" 1 3/4" FG AL FF 05 1 AL FF 4/AD-5.0 9/AD-7.5 3/AD-5.0 PH,  ACCESS CONTROL,
STOREFRONT

FF FIRST FLOOR 103.1 3' - 0" 7' - 0" 1 3/4" F WD ST 43 1 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 CARD READER

FF FIRST FLOOR 104.1 3' - 0" 7' - 0" 1 3/4" L WD ST 09A 2 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 CARD READER

FF FIRST FLOOR 104.2 3' - 0" 8' - 0" 1 3/4" FG AL FF 05 1 AL FF 4/AD-5.0 9/AD-7.5 3/AD-5.0 PH,  ACCESS CONTROL,
STOREFRONT

FF FIRST FLOOR 105.1 3' - 0" 6' - 8" 1 3/4" F WD ST 34 1 HM PT 9/AD-5.1 16/AD-5.1 13/AD-5.1 1" UNDERCUT

FF FIRST FLOOR 106.1 3' - 0" 7' - 0" 1 3/4" N HM PT 35 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1 CARD READER

FF FIRST FLOOR 107.1 3' - 0" 7' - 0" 1 3/4" F WD ST 34 1 HM PT 9/AD-5.1 16/AD-5.1 13/AD-5.1 1" UNDERCUT

FF FIRST FLOOR 108.1 3' - 0" 7' - 0" 1 3/4" F WD ST 37 1 HM PT 9/AD-5.1 16/AD-5.1 13/AD-5.1

FF FIRST FLOOR 109.1 3' - 0" 7' - 0" 1 3/4" L WD ST 32 2 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 45

FF FIRST FLOOR 110.1 3' - 0" 7' - 0" 1 3/4" L WD ST 32 2 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 45

FF FIRST FLOOR 111.1 3' - 0" 7' - 0" 1 3/4" L WD ST 32 2 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 45

FF FIRST FLOOR 112.1 3' - 0" 7' - 0" 1 3/4" L WD ST 32 2 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 45

FF FIRST FLOOR 113.1 3' - 0" 7' - 0" 1 3/4" L WD ST 32 2 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 45

FF FIRST FLOOR 114.1 3' - 0" 7' - 0" 1 3/4" L WD ST 32 2 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 45

FF FIRST FLOOR 115.1 3' - 0" 7' - 0" 1 3/4" FL HM PT 15 1 HM PT 10/AD-5.0 9/AD-7.5 15/AD-5.0 CARD READER

FF FIRST FLOOR 116.1 3' - 0" 7' - 0" 1 3/4" F HM PT 11 1 HM PT 10/AD-5.0 9/AD-7.5 15/AD-5.0 CARD READER

FF FIRST FLOOR 117.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF FIRST FLOOR 118.1 3' - 0" 7' - 0" 1 3/4" N HM PT 35 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1 CARD READER

FF FIRST FLOOR 120.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 32 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF FIRST FLOOR 122.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 32 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF FIRST FLOOR 123.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 32 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF FIRST FLOOR 125.1 3' - 0" 7' - 0" 1 3/4" F HM PT 48 1 HM PT 9/AD-5.1 16/AD-5.1 13/AD-5.1 40 1" UNDERCUT

FF FIRST FLOOR 126.1 3' - 0" 7' - 0" 1 3/4" F HM PT 49 1 HM PT 9/AD-5.1 18/AD-5.1 14/AD-5.1 40 1" UNDERCUT

FF FIRST FLOOR 127.1 3' - 0" 7' - 0" 1 3/4" F HM PT 34 1 HM PT 9/AD-5.1 16/AD-5.1 13/AD-5.1 1" UNDERCUT

FF FIRST FLOOR 129.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 32 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF FIRST FLOOR 130.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF FIRST FLOOR 131.1 3' - 0" 8' - 0" 1 3/4" FG HM PT 18 1 HM FF 10/AD-5.0 9/AD-7.5 15/AD-5.0 CARD READER

FF FIRST FLOOR 131.2 3' - 0" 7' - 0" 1 3/4" F HM PT 33 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1

FF FIRST FLOOR 132.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 32 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF FIRST FLOOR 134.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 32 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF FIRST FLOOR 135.1 3' - 0" 7' - 0" 1 3/4" F WD ST 52 1 AL FF 10/AD-5.1 19/AD-5.1 15/AD-5.1 CARD READER

FF FIRST FLOOR 135.2 3' - 0" 8' - 0" 1 3/4" FG AL FF 06 1 AL FF 4/AD-5.0 9/AD-7.5 19/AD-5.0 STOREFRONT

FF FIRST FLOOR 137.1 3' - 0" 7' - 0" 1 3/4" L WD ST 38A 2 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF FIRST FLOOR 137.2 3' - 0" 7' - 0" 1 3/4" FG AL FF 14 1 AL FF 4/AD-5.0 9/AD-7.5 3/AD-5.0

FF FIRST FLOOR 139.1 3' - 0" 7' - 0" 1 3/4" FG AL FF 14 1 AL FF 4/AD-5.0 19/AD-5.0 3/AD-5.0 CARD READER

FF FIRST FLOOR 139.2 3' - 0" 7' - 0" 1 3/4" FG WD ST 38A 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF FIRST FLOOR 140.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF FIRST FLOOR 141.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF FIRST FLOOR 142.1 3' - 0" 7' - 0" 1 3/4" N WD ST 29 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1 3/4 HR CARD READER

FF FIRST FLOOR 144.1 3' - 0" 7' - 0" 1 3/4" F WD ST 34 1 HM PT 9/AD-5.1 16/AD-5.1 13/AD-5.1

DOOR SCHEDULE

Level NUMBER

DOOR
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THICKNESS TYPE MATERIAL FINISH TYPE MATERIAL FINISH HEAD SILL JAMBWIDTH HEIGHT

FF FIRST FLOOR 145.1 3' - 6" 7' - 0" 1 3/4" F WD ST 33 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1

FF FIRST FLOOR 147.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF FIRST FLOOR 148.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF FIRST FLOOR 149.1 3' - 0" 6' - 8" 1 3/4" F HM PT 9 1 HM PT 10/AD-5.0 20/AD-5.0 15/AD-5.0

FF FIRST FLOOR 150.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 32 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF FIRST FLOOR 151.1 3' - 0" 7' - 0" 1 3/4" F HM PT 36 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1 40

FF FIRST FLOOR 152.1 6' - 0" 7' - 0" 1 3/4" (2) FG AL FF 01 1 AL FF 4/AD-5.0 19/AD-5.0 3/AD-5.0 PH, STOREFRONT

FF FIRST FLOOR 152.2 6' - 0" 7' - 0" 1 3/4" (2) FG AL FF 01 1 AL FF 4/AD-5.0 19/AD-5.0 3/AD-5.0 STOREFRONT

FF FIRST FLOOR 152.3 6' - 0" 7' - 0" 1 3/4" (2) FG AL FF 01 1 AL FF 4/AD-5.0 19/AD-5.0 3/AD-5.0 PH, STOREFRONT

FF FIRST FLOOR 152.4 6' - 0" 7' - 0" 1 3/4" (2) FG AL FF 21 1 AL FF 4/AD-5.0 9/AD-7.5 3/AD-5.0 CARD READER,
PH,STOREFRONT

FF FIRST FLOOR 152.5 6' - 0" 7' - 0" 1 3/4" (2) FG AL FF 01 1 AL FF 4/AD-5.0 19/AD-5.0 3/AD-5.0 STOREFRONT

FF FIRST FLOOR 153.1 3' - 0" 6' - 8" 1 3/4" F WD ST 36 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1

FF FIRST FLOOR 154.1 2' - 6" 6' - 8" 2" L WD ST 33 1 HM PT 9/AD-5.1 18/AD-5.1 14/AD-5.1 1" UNDERCUT

FF FIRST FLOOR 156.1 3' - 0" 7' - 0" 1 3/4" F WD ST 48 1 HM PT 9/AD-5.1 16/AD-5.1 13/AD-5.1 45 1" UNDERCUT

FF FIRST FLOOR 157.1 3' - 0" 7' - 0" 1 3/4" F WD ST 48 1 HM PT 9/AD-5.1 16/AD-5.1 13/AD-5.1 45 1" UNDERCUT

FF FIRST FLOOR 158.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 37 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF SECOND FLOOR 007.3 24' - 0" 9' - 0" 11 1/2" -- AL FF 56 AL FF 6/AD-5.0 6/AD-5.0 1 1/2 HR ACCORDIAN FIRE DOOR, 1
1/2 HOUR RATED

FF SECOND FLOOR 007.4 4' - 6" 9' - 0" 11 1/2" -- AL FF 56 HM PT 6/AD-5.0 6/AD-5.0 1 1/2 HR ACCORDIAN FIRE DOOR, 1
1/2 HOUR RATED

FF SECOND FLOOR 019.4 3' - 0" 7' - 0" 1 3/4" N WD ST 24 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1 1 1/2 HR PH

FF SECOND FLOOR 202.1 3' - 0" 7' - 0" 1 3/4" N HM PT 53A 1 AL FF 10/AD-5.1 19/AD-5.1 15/AD-5.1 45 CARD READER

FF SECOND FLOOR 203.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 204.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 32 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 205.1 3' - 0" 7' - 0" 1 3/4" F HM PT 35 1 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 CARD READER

FF SECOND FLOOR 206.1 3' - 0" 7' - 0" 1 3/4" N HM PT 45 1 AL FF 10/AD-5.1 19/AD-5.1 15/AD-5.1

FF SECOND FLOOR 207.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 209.1 3' - 0" 7' - 0" 1 3/4" N HM PT 51 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 210.1 3' - 0" 7' - 0" 1 3/4" FL WD ST 61 1 HM PT 10/AD-5.1 16/AD-5.1 15/AD-5.1 45

FF SECOND FLOOR 212.1 3' - 0" 7' - 0" 1 3/4" F WD ST 42 1 HM PT 10/AD-5.1 19/AD-5.1 15/AD-5.1

FF SECOND FLOOR 213.1 3' - 0" 7' - 0" 1 3/4" FL WD ST 61 1 HM PT 10/AD-5.1 16/AD-5.1 15/AD-5.1 45

FF SECOND FLOOR 215.1 3' - 0" 7' - 0" 1 3/4" F WD ST 42 1 HM PT 10/AD-5.1 19/AD-5.1 15/AD-5.1

FF SECOND FLOOR 216.1 3' - 0" 6' - 8" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF SECOND FLOOR 217.1 3' - 0" 7' - 0" 1 3/4" L WD ST 37 2 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF SECOND FLOOR 218.1 3' - 0" 6' - 8" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF SECOND FLOOR 219.1 3' - 0" 7' - 0" 1 3/4" FL HM PT 36 1 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1

FF SECOND FLOOR 220.1 3' - 0" 7' - 0" 1 3/4" F WD ST 35 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 CARD READER

FF SECOND FLOOR 221.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 45

FF SECOND FLOOR 221.2 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 HM PT 10/AD-5.0 14/AD-5.0 15/AD-5.0 45

FF SECOND FLOOR 222.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 45

FF SECOND FLOOR 223.1 3' - 0" 7' - 0" 1 3/4" N WD ST 45 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF SECOND FLOOR 223.2 3' - 0" 7' - 0" 1 3/4" F WD ST 33 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1

FF SECOND FLOOR 226.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 227.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 19/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 227.2 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF SECOND FLOOR 228.1 3' - 0" 7' - 0" 1 3/4" F HM PT 40 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 CARD READER

FF SECOND FLOOR 229.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF SECOND FLOOR 231.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF SECOND FLOOR 232.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 233.1 3' - 0" 7' - 0" 1 3/4" FG AL FF 32 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 234.1 3' - 0" 7' - 0" 1 3/4" F WD ST 36 1 AL FF 10/AD-5.1 19/AD-5.1 15/AD-5.1

FF SECOND FLOOR 235.1 3' - 0" 7' - 0" 1 3/4" F WD ST 36 1 AL FF 10/AD-5.1 19/AD-5.1 15/AD-5.1

FF SECOND FLOOR 236.1 6' - 0" 7' - 0" 1 3/4" (2) FG AL FF 02 1 AL FF 4/AD-5.0 18/AD-7.5 3/AD-5.0 STOREFRONT

FF SECOND FLOOR 236.2 6' - 0" 7' - 0" 1 3/4" (2) FG AL FF 02 1 AL FF 4/AD-5.0 18/AD-7.5 3/AD-5.0 STOREFRONT

FF SECOND FLOOR 236.3 6' - 0" 7' - 0" 1 3/4" (2) FG AL FF 02 1 AL FF 4/AD-5.0 18/AD-7.5 3/AD-5.0 STOREFRONT

FF SECOND FLOOR 241.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF SECOND FLOOR 242.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 243.1 3' - 0" 6' - 8" 1 3/4" F HM PT 46 1 AL PT 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF SECOND FLOOR 244.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 245.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 247.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 248.1 3' - 0" 7' - 0" 1 3/4" N WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 40

FF SECOND FLOOR 250.1 3' - 0" 7' - 0" 1 3/4" N WD ST 37 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF SECOND FLOOR 251.1 3' - 0" 7' - 0" 1 3/4" F WD ST 33 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1

FF SECOND FLOOR 252.1 3' - 0" 7' - 0" 1 3/4" FL HM PT 33 1 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1

REFER TO SHEET A-7.1.1 FOR NOTES AND LEGEND
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GENERAL NOTES

1. VERIFY REQUIRED FRAME THICKNESS FOR ALL WALL TYPES.
2. ALL DOORS SHALL HAVE LEVER HARDWARE UNLESS NOTED OTHERWISE.  SEE 

DOOR SCHEDULE FOR PANIC HARDWARE LOCATION.
3. REFER TO  AD-10.0  AND AD-10.1 FOR SIGNAGE TYPE SCHEDULE.
4. PAINT ALL HOLLOW METAL DOOR FRAMES, METAL DOORS, METAL PANELS 

(SEMI-GLOSS), AND METAL FRAME AROUND GLAZING AT WOOD DOORS.
5. SEE THE HARDWARE SET AND SPECIFICATIONS FOR A COMPLETE LIST OF 

HARDWARE TO BE PROVIDED.
6. ALL NON-RATED EXTERIOR GLASS IN DOORS IS TO BE CLEAR, TEMPERED 1/4" 

GLASS UNITS, U.O.N..  ALL INTERIOR GLASS AND RATED EXTERIOR GLASS IS 
TO BE 1/4" TEMPERED, CLEAR FLOAT WIRE GLASS.

7. MAXIMUM EFFORT TO OPERATE DOORS SHALL NOT EXCEED 5LBS. FOR 
EXTERIOR DOORS AND 5LBS FOR INTERIOR DOORS.  SUCH PULL OR PUSH 
EFFORT BEING APPLIED AT RIGHT ANGLES TO HINGED DOORS AND AT THE 
CENTER PLANE OF SLIDING OR FOLDING DOORS. COMPENSATION DEVICE OR 
AUTOMATIC DOOR OPERATORS MAY BE UTILIZED TO MEET THE ABOVE 
STANDARDS.  THE AUTHORITY HAVING JURISDICTION MAY INCREASE THE 
MAXIMUM EFFORT TO OPERATE FIRE DOORS TO ACHIEVE POSITIVE 
LATCHING, BUT NOT TO EXCEED 15LBS. MAXIMUM.

8. FIELD VERIFY ALL DOORS AND WINDOW OPENINGS PRIOR TO FABRICATION OF 
DOOR FRAMES.

9. ANCHOR HOLLOW METAL FRAMES PER MANUFACTURER.
10. AUTOMATIC AND POWER-ASSISTED DOORS SHALL COMPLY WITH CBC 

SECTION 11B-404.3.
11. FIRE RATING IN SCHEDULE IS GIVEN IN MINUTES.
12. PROVIDE WALL STOP AT ALL DOORS, UNLESS NOTED OTHERWISE.
13. COORDINATE DOOR ROUGH OPENING WITH CURTAIN WALL ELEVATIONS SEE 

SHEETS: A1-7.2.0 & A1-7.2.1 - WINDOW SCHEDULE.
14. REFER TO ELECTRICAL DRAWINGS FOR ADDITIONAL CARD READER INFO FOR 

DOORS.
15. SIDELITE AND BORROWED LITE OF RATED DOORS TO BE RATED. 
16. ALL LATCH MECHANISMS FOR DOUBLE DOORS TO BE THE CABLE RELEASE 

TYPE UNLESS NOTED OTHERWISE. 
17. ALL INTERIOR DOORS TO HAVE 3/4" UNDERCUT (ABOVE THE THRESHOLD 

WHERE ONE IS INSTALLED) UNLEES NOTED OTHERWISE.
18. CARD READERS SHALL BE IN COMPLIANCE WITH CBC 1010.1.11.
19. ALL GLAZING IN EXTERIOR DOORS SHALL HAVE A MAXIMUM SHGC-VALUE 

OF .23 AND A MAXIMUM. U-VALUE OF .45. MANUFACTURED DOORS SHALL BE 
CERTIFIED AND LABELED TO SHOW COMPLIANCE WITH THESE STANDARDS.
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CARD READER / PANIC HARDWARE

Y: YES - REQUIRED  

N : NO- NOT REQUIRED

AN CLEAR ANODIZED
PT PAINT
STN STAINED FINISH
FA FACTORY FINISH 
FF FACTORY FINISH
PC POWDER COATED

DOOR MATERIAL

AL ALUMINUM
GL GLASS
HM HOLLOW METAL
MTL. METAL
SC SOLID CORE
SS STAINLESS STEEL
STL STEEL
WD WOOD
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DOOR
SCHEDULE &

LEGEND

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

DOOR SCHEDULE

Level NUMBER

DOOR

HDW SET

FRAME DETAIL

FIRE

RATING

STC

RATING REMARKS

SIZE

THICKNESS TYPE MATERIAL FINISH TYPE MATERIAL FINISH HEAD SILL JAMBWIDTH HEIGHT

FF THIRD FLOOR 019.5 3' - 0" 7' - 0" 1 3/4" F HM PT 23 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1 1 1/2 HR

FF THIRD FLOOR 024.2 3' - 0" 7' - 0" 1 3/4" F WD ST 56 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1 1" UNDERCUT

FF THIRD FLOOR 301.2 3' - 0" 7' - 0" 1 3/4" L AL FF 29 2 AL FF 10/AD-5.1 19/AD-5.1 15/AD-5.1 1 1/2 HR CARD READER

FF THIRD FLOOR 301.3 3' - 0" 7' - 0" 1 3/4" FG AL FF 07 1 AL FF 4/AD-5.0 18/AD-7.5 3/AD-5.0 STOREFRONT

FF THIRD FLOOR 302.1 6' - 0" 7' - 0" 1 3/4" (2)F WD ST 26 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 1 1/2 HR CARD READER

FF THIRD FLOOR 303.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF THIRD FLOOR 303.2 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF THIRD FLOOR 303.3 6' - 0" 8' - 0" 1 3/4" FG AL FF 04 1 AL FF 4/AD-5.0 18/AD-7.5 3/AD-5.0 STOREFRONT

FF THIRD FLOOR 304.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF THIRD FLOOR 304.2 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1

FF THIRD FLOOR 305.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF THIRD FLOOR 306.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF THIRD FLOOR 307.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF THIRD FLOOR 308.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF THIRD FLOOR 309.1 3' - 0" 7' - 0" 1 3/4" F WD ST 32 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF THIRD FLOOR 310.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 32 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF THIRD FLOOR 311.1 3' - 0" 7' - 0" 1 3/4" F WD ST 47 1 HM PT 9/AD-5.1 19/AD-5.1 14/AD-5.1

FF THIRD FLOOR 311.2 3' - 6" 7' - 0" 1 3/4" F HM PT 13 1 HM PT 10/AD-5.0 20/AD-5.0 15/AD-5.0

FF THIRD FLOOR 314.1 3' - 0" 7' - 0" 1 3/4" FG WD ST 32 6 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1 45

FF THIRD FLOOR 315.1 3' - 0" 7' - 0" 1 3/4" F WD ST 37 1 AL FF 10/AD-5.1 17/AD-5.1 15/AD-5.1

FF THIRD FLOOR 316.1 3' - 0" 7' - 0" 1 3/4" F WD ST 34 1 HM PT 9/AD-5.1 16/AD-5.1 13/AD-5.1 1" UNDERCUT

FF THIRD FLOOR 317.1 3' - 0" 6' - 8" 1 3/4" F WD ST 34 1 HM PT 9/AD-5.1 16/AD-5.1 13/AD-5.1 1" UNDERCUT

FF THIRD FLOOR 319.1 3' - 0" 7' - 0" 1 3/4" FL HM PT 28 1 HM PT 9/AD-5.1 17/AD-5.1 14/AD-5.1 1 1/2 HR CARD READER

FF THIRD FLOOR 319.2 3' - 0" 6' - 8" 1 3/4" F HM PT 10 1 HM PT 10/AD-5.0 20/AD-5.0 15/AD-5.0

FF THIRD FLOOR 320.1 3' - 0" 7' - 0" 1 3/4" F WD ST 50 1 AL FF 10/AD-5.1 19/AD-5.1 15/AD-5.1

FF THIRD FLOOR 321.1 3' - 0" 7' - 0" 1 3/4" F WD ST 36 1 AL FF 10/AD-5.1 19/AD-5.1 15/AD-5.1

FF THIRD FLOOR 322.1 3' - 0" 7' - 0" 1 3/4" FL HM PT 13 1 HM PT 10/AD-5.0 20/AD-5.0 15/AD-5.0

bradbury
Image



GENERAL NOTES

1. REFER TO DOOR SCHEDULE FOR ADDITIONAL INFO.
2. FIELD VERIFY ALL DOOR, WINDOW, AND STOREFRONT OPENING DIMENSIONS.
3. PROVIDE LABEL OR ETCHING ON TEMPERED GLASS WITHIN 18" OF DOOR AND AT OTHER 

REQUIRED LOCATIONS.
4. PROVIDE ROLLER SHADES AT ALL EXTERIOR WINDOWS AND STOREFRONTS IN PRIVATE 

OFFICES, OPEN OFFICES, MEETING ROOMS AND CONFERENCE ROOMS. REFER TO DETAIL 2/ 
AD-5.2 FOR EXTENTS OF SHADES

5. PROVIDE FLEXIBLE FLASHING AT ALL EXTERIOR WINDOW HEAD AND JAMBS.
6. PROVIDE STEEL INSERTS AT STOREFRONTS AS REQUIRED TO MEET REQUIREMENTS NOTED IN 

STRUCTURAL DESIGN CRITERIA.
7. ALL EXTERIOR GLAZING SHALL BE 1" INSULATED GLAZING UNITS WITH 1/4" TINTED LOW E-

EXTERIOR GLASS, 1/2" AIR GAP 1/4" CLEAR GLASS PER SPECIFICATIONS.
8. REFER TO REFERENCED DETAILS AND DETAILS 11/AD-5.0 AND 16/AD-5.0 FOR FLEXIBLE FLASHING 

AT OPENINGS.
9. REFER TO FLOOR PLANS, PARTIAL FLOOR PLANS AND RCP'S FOR WINDOW LOCATIONS.
10. ALL GLAZING IN EXTERIOR WINDOWS SHALL HAVE A MAXIMUM SHGC-VALUE OF .25 AND A 

MAXIMUM. U-VALUE OF .36.  MANUFACTURED WINDOWS SHALL BE CERTIFIED AND LABELED TO 
SHOW COMPLIANCE WITH THESE STANDARDS.

11. ALL GLAZING IN EXTERIOR STOREFRONT SHALL HAVE A MAXIMUM SHGC-VALUE OF .26 AND A 
MAXIMUM. U-VALUE OF .41.  
EXTERIOR WINDOWS UNO: BOD GRAHAM SR 6700 SERIES STEEL REPLICA ALUM, WINDOWS WITH 
1" IGU.  REFER TO DETAILS 13 & 18 ON SHEET AD-5.2 AND SPECIFICATION FOR MORE 
INFORMATION

12. REFER TO SHEET A-7.2.1 FOR WINDOW TYPES
13. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL LOUVER LOCATIONs AND SIZES
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COUNTY OF
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Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
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93101

Window Schedule

LEVEL MARK TYPE WIDTH HEIGHT
HEAD

HEIGHT HEAD DETAIL
SILL

DETAIL
JAMB

DETAIL REMARKS

FF GROUND
FLOOR

001.1 A 1' - 4" 5' - 0" 8' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2 DETAILS SIM;
TILE
INTERIOR
FINISH

FF FIRST FLOOR 007.2 G 3' - 0" 6' - 0" 12' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 019.1 N 4' - 6" 7' - 6" 15' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 101.1 J 3' - 0" 7' - 6" 8' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 101.2 IA 3' - 0" 4' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF FIRST FLOOR 102.1 J 3' - 0" 7' - 6" 8' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 103.1 AA 3' - 0" 4' - 0 1/2" 6' - 10
1/2"

3/AD-5.1 8/AD-5.1 3/AD-5.1 TRANSACTIO
N WINDOW

FF FIRST FLOOR 103.2 G 3' - 0" 6' - 0" 8' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 103.3 155 3' - 0" 2' - 10
1/2"

6' - 6 1/2" 3/AD-5.1 8/AD-5.1 3/AD-5.1 TRANSACTIO
N WINDOW

FF FIRST FLOOR 103.4 AA 3' - 0" 4' - 0 1/2" 6' - 9 1/4" 3/AD-5.1 8/AD-5.1 3/AD-5.1 TRANSACTIO
N WINDOW

FF FIRST FLOOR 104.1 J 3' - 0" 7' - 6" 8' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 117.1 G 3' - 0" 6' - 0" 8' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.1 N 4' - 6" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.2 G 3' - 0" 6' - 0" 9' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.3 N 4' - 6" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.4 N 4' - 6" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.5 N 4' - 6" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.6 N 4' - 6" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.7 N 4' - 6" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.8 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.9 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.10 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.11 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 118.12 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 120.2 B 2' - 6" 6' - 0" 9' - 0" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 120.3 B 2' - 6" 6' - 0" 9' - 0" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 121.1 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 121.2 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 121.3 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 121.6 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 121.7 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 121.8 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 121.9 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 121.10 R 5' - 0" 9' - 0" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 121.11 J 3' - 0" 7' - 6" 10' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 121.12 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 121.17 IA 3' - 0" 5' - 0" 7' - 1 7/8" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF FIRST FLOOR 130.1 IA 3' - 0" 5' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF FIRST FLOOR 130.2 IA 3' - 0" 5' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF FIRST FLOOR 131.1 B 2' - 8" 4' - 0" 7' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 131.2 N 4' - 6" 7' - 6" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 131.3 N 4' - 6" 7' - 6" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 131.4 N 4' - 6" 7' - 6" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 131.5 N 4' - 6" 7' - 6" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 131.6 N 4' - 6" 7' - 6" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 131.7 N 4' - 6" 7' - 6" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 131.8 N 4' - 6" 7' - 6" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 131.9 N 4' - 6" 7' - 6" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 131.10 C 2' - 6" 7' - 6" 8' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 131.11 N 4' - 6" 7' - 6" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 133.1 F 3' - 0" 5' - 6" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 133.2 F 3' - 0" 5' - 6" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 133.3 F 3' - 0" 5' - 6" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 134.1 G 3' - 0" 6' - 0" 8' - 6" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 134.2 F 3' - 0" 5' - 6" 8' - 6" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 135.1 AA 3' - 0" 4' - 0 1/2" 6' - 10
1/2"

3/AD-5.1 8/AD-5.1 3/AD-5.1 TRANSACTIO
N WINDOW

FF FIRST FLOOR 135.2 IA 3' - 0" 4' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF FIRST FLOOR 136.1 V 6' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 136.2 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 136.3 V 6' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 137.3 V 6' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 137.4 V 6' - 0" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 139.1 N 4' - 6" 7' - 6" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 139.3 G 3' - 0" 6' - 0" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 146.1 Z 8' - 0" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 147.1 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 148.1 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 148.2 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 149.1 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 149.2 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 149.3 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 SIM 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 150.1 J 3' - 0" 7' - 6" 10' - 6" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 152.4 W 6' - 0" 8' - 0" 11' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 152.18 T 6' - 0" 3' - 0" 10' - 8" 5/AD-5.2 20/AD-5.2 19/AD-5.2

Window Schedule

LEVEL MARK TYPE WIDTH HEIGHT
HEAD

HEIGHT HEAD DETAIL
SILL

DETAIL
JAMB

DETAIL REMARKS

FF FIRST FLOOR 152.19 T 6' - 0" 3' - 0" 10' - 8" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 152.20 T 6' - 0" 3' - 0" 10' - 8" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 152.21 T 6' - 0" 3' - 0" 10' - 8" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 152.22 T 6' - 0" 3' - 0" 10' - 8" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 158.2 B 2' - 6" 6' - 0" 9' - 0" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF FIRST FLOOR 158.3 B 2' - 6" 6' - 0" 9' - 0" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 007.3 G 3' - 0" 6' - 0" 12' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 019.2 N 4' - 6" 7' - 6" 15' - 5" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 202.1 G 3' - 0" 6' - 0" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 202.2 G 3' - 0" 6' - 0" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 202.3 G 3' - 0" 6' - 0" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 202.4 G 3' - 0" 6' - 0" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 202.5 G 3' - 0" 6' - 0" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 202.6 Q 5' - 0" 6' - 0" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 202.7 G 3' - 0" 6' - 0" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 202.8 G 3' - 0" 6' - 0" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 202.9 G 3' - 0" 6' - 0" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 203.1 J 3' - 0" 7' - 6" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 204.2 G 3' - 0" 6' - 0" 8' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 206.1 U 6' - 0" 5' - 0" 8' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 206.2 H 3' - 0" 6' - 6" 9' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 206.3 H 3' - 0" 6' - 6" 9' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 206.4 H 3' - 0" 6' - 6" 9' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 206.5 H 3' - 0" 6' - 6" 9' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 206.6 H 3' - 0" 6' - 6" 9' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 206.7 H 3' - 0" 6' - 6" 9' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 206.8 H 3' - 0" 6' - 6" 9' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 207.1 IA 3' - 0" 5' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF SECOND FLOOR 209.1 U 6' - 0" 5' - 0" 8' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 216.1 H 3' - 0" 6' - 6" 9' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 216.2 H 3' - 0" 6' - 6" 9' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 216.3 IA 3' - 0" 5' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF SECOND FLOOR 216.4 IA 3' - 0" 5' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF SECOND FLOOR 216.5 IA 3' - 0" 5' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF SECOND FLOOR 217.1 H 3' - 0" 6' - 6" 9' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 218.1 H 3' - 0" 6' - 6" 9' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 218.2 H 3' - 0" 6' - 6" 9' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 218.3 IA 3' - 0" 5' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF SECOND FLOOR 218.4 IA 3' - 0" 5' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF SECOND FLOOR 221.1 B 2' - 8" 4' - 0" 6' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 222.1 IA 3' - 0" 5' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF SECOND FLOOR 225.1 N 4' - 6" 7' - 6" 10' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 225.2 N 4' - 6" 7' - 6" 10' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 225.3 G 3' - 0" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 225.4 G 3' - 0" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 225.5 G 3' - 0" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 225.6 G 3' - 0" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 226.1 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 229.1 N 4' - 6" 7' - 6" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 230.1 K 3' - 0" 8' - 0" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 230.2 K 3' - 0" 8' - 0" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 230.3 K 3' - 0" 8' - 0" 10' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 231.1 G 3' - 0" 6' - 0" 9' - 0" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 233.1 L 4' - 0" 8' - 0" 10' - 0" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 233.2 L 4' - 0" 8' - 0" 10' - 0" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 233.3 L 4' - 0" 8' - 0" 10' - 0" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 233.4 IA 3' - 0" 5' - 0" 7' - 0" 5/AD-5.1 4/AD-5.1 4/AD-5.1 INTERIOR

FF SECOND FLOOR 236.2 X 7' - 6" 8' - 0" 10' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 237.1 G 3' - 0" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 237.2 G 3' - 0" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 240.1 G 3' - 0" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 240.2 G 3' - 0" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 241.1 P 4' - 6" 8' - 6" 11' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 241.2 P 4' - 6" 8' - 6" 11' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 242.1 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 242.2 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 244.1 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 244.2 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 244.3 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 245.1 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 245.2 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 245.3 V 6' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 246.1 M 4' - 6" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 246.2 M 4' - 6" 6' - 0" 9' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 247.1 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 247.2 P 4' - 6" 8' - 6" 11' - 6" 15/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 247.3 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 248.1 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF SECOND FLOOR 248.2 G 3' - 0" 6' - 0" 9' - 0" 10/AD-5.2 20/AD-5.2 19/AD-5.2

Window Schedule

LEVEL MARK TYPE WIDTH HEIGHT
HEAD

HEIGHT HEAD DETAIL
SILL

DETAIL
JAMB

DETAIL REMARKS

FF THIRD FLOOR 007.4 G 3' - 0" 6' - 0" 12' - 6" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 303.1 H 3' - 0" 6' - 6" 9' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 303.2 H 3' - 0" 6' - 6" 9' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 304.1 H 3' - 0" 6' - 6" 9' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 304.2 H 3' - 0" 6' - 6" 9' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 304.3 H 3' - 0" 6' - 6" 9' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 304.4 H 3' - 0" 6' - 6" 9' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 305.1 F 3' - 0" 5' - 6" 8' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 306.1 F 3' - 0" 5' - 6" 8' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 306.2 F 3' - 0" 5' - 6" 8' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 307.1 F 3' - 0" 5' - 6" 8' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 307.2 F 3' - 0" 5' - 6" 8' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 308.1 F 3' - 0" 5' - 6" 8' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 308.2 F 3' - 0" 5' - 6" 8' - 10" 10/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 309.1 F 3' - 0" 5' - 6" 8' - 10" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 311.1 G 3' - 0" 6' - 0" 10' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 311.2 G 3' - 0" 6' - 0" 10' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 311.3 G 3' - 0" 6' - 0" 10' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 311.4 G 3' - 0" 6' - 0" 10' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 311.5 G 3' - 0" 6' - 0" 10' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 311.6 G 3' - 0" 6' - 0" 10' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

FF THIRD FLOOR 315.1 G 3' - 0" 6' - 0" 8' - 6" 10/AD-5.2 20/AD-5.2 19/AD-5.2

TOP OF PARAPET 007.5 B 2' - 8" 4' - 0" 6' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

TOP OF PARAPET 007.6 B 2' - 8" 4' - 0" 6' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

TOP OF PARAPET 007.7 B 2' - 8" 4' - 0" 6' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

TOP OF PARAPET 007.8 B 2' - 8" 4' - 0" 6' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

TOP OF PARAPET 007.9 B 2' - 8" 4' - 0" 6' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

TOP OF PARAPET 007.10 B 2' - 8" 4' - 0" 6' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

TOP OF PARAPET 007.11 Y 3' - 0" 4' - 0" 6' - 0" 5/AD-5.2 20/AD-5.2 19/AD-5.2

bradbury
Image



H
E

IG
H

T

WIDTH

TYPE IA

H
E

A
D

 H
E

IG
H

T

2'
 -

 0
"

3'
 -

 6
"

H
EI

G
H

T

WIDTH

EQ EQ

H
E

A
D

 H
E

IG
H

T

TYPE J

WIDTH

H
E

IG
H

T

H
E

A
D

 H
E

IG
H

T

TYPE AA

EQ
EQ

EQ

EQ EQ

WIDTH

H
EI

G
H

T

H
E

A
D

 H
E

IG
H

T

TYPE G

H
EA

D
 H

EI
G

H
T H
EI

G
H

T

2'
 - 

6"

TYPE M

WIDTH

2

A-4.1.4

1'
 - 

6"
4'

 - 
0"

2'
 - 

0"

WIDTH

H
EI

G
H

T

EQ EQ

H
E

A
D

 H
E

IG
H

T

TYPE C

GLAZING LEGEND

GL-1 (CLEAR GLAZING, 1" IGU)

GL-2 (CLASS 3 BALLISTIC RESISTANT GLAZING)

GL-6 (INTERIOR CLEAR)

EXTERIOR PERFORATED METAL SCREEN

ABBREVIATIONS

T TEMPERED GLAZING (SAFETY GLASS)

000.0A WINDOW TAG

GENERAL NOTES

1. REFER TO DOOR SCHEDULE FOR ADDITIONAL INFO.
2. FIELD VERIFY ALL DOOR, WINDOW, AND STOREFRONT OPENING DIMENSIONS.
3. PROVIDE LABEL OR ETCHING ON TEMPERED GLASS WITHIN 18" OF DOOR AND AT OTHER 

REQUIRED LOCATIONS.
4. PROVIDE ROLLER SHADES AT ALL EXTERIOR WINDOWS AND STOREFRONTS IN PRIVATE 

OFFICES, OPEN OFFICES, MEETING ROOMS AND CONFERENCE ROOMS. REFER TO DETAIL 2/ 
AD-5.2 FOR EXTENTS OF SHADES

5. PROVIDE FLEXIBLE FLASHING AT ALL EXTERIOR WINDOW HEAD AND JAMBS.
6. PROVIDE STEEL INSERTS AT STOREFRONTS AS REQUIRED TO MEET REQUIREMENTS NOTED IN 

STRUCTURAL DESIGN CRITERIA.
7. ALL EXTERIOR GLAZING SHALL BE 1" INSULATED GLAZING UNITS WITH 1/4" TINTED LOW E-

EXTERIOR GLASS, 1/2" AIR GAP 1/4" CLEAR GLASS PER SPECIFICATIONS.
8. REFER TO REFERENCED DETAILS AND DETAILS 11/AD-5.0 AND 16/AD-5.0 FOR FLEXIBLE FLASHING 

AT OPENINGS.
9. REFER TO FLOOR PLANS, PARTIAL FLOOR PLANS AND RCP'S FOR WINDOW LOCATIONS.
10. ALL GLAZING IN EXTERIOR WINDOWS SHALL HAVE A MAXIMUM SHGC-VALUE OF .25 AND A 

MAXIMUM. U-VALUE OF .36.  MANUFACTURED WINDOWS SHALL BE CERTIFIED AND LABELED TO 
SHOW COMPLIANCE WITH THESE STANDARDS.

11. ALL GLAZING IN EXTERIOR STOREFRONT SHALL HAVE A MAXIMUM SHGC-VALUE OF .26 AND A 
MAXIMUM. U-VALUE OF .41.  
EXTERIOR WINDOWS UNO: BOD GRAHAM SR 6700 SERIES STEEL REPLICA ALUM, WINDOWS WITH 
1" IGU.  REFER TO DETAILS 13 & 18 ON SHEET AD-5.2 AND SPECIFICATION FOR MORE 
INFORMATION

12. REFER TO SHEET A-7.2.1 FOR WINDOW TYPES
13. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL LOUVER LOCATIONs AND SIZES
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GLAZING LEGEND

GL-1 (CLEAR GLAZING, 1" IGU)

GL-2 (CLASS 3 BALLISTIC RESISTANT GLAZING)

GL-6 (INTERIOR CLEAR)

EXTERIOR PERFORATED METAL SCREEN

ABBREVIATIONS

T TEMPERED GLAZING (SAFETY GLASS)

000.0A WINDOW TAG

GENERAL NOTES

1. REFER TO DOOR SCHEDULE FOR ADDITIONAL INFO.
2. FIELD VERIFY ALL DOOR, WINDOW, AND STOREFRONT OPENING DIMENSIONS.
3. PROVIDE LABEL OR ETCHING ON TEMPERED GLASS WITHIN 18" OF DOOR AND AT OTHER 

REQUIRED LOCATIONS.
4. PROVIDE ROLLER SHADES AT ALL EXTERIOR WINDOWS AND STOREFRONTS IN PRIVATE 

OFFICES, OPEN OFFICES, MEETING ROOMS AND CONFERENCE ROOMS. REFER TO DETAIL 2/ 
AD-5.2 FOR EXTENTS OF SHADES

5. PROVIDE FLEXIBLE FLASHING AT ALL EXTERIOR WINDOW HEAD AND JAMBS.
6. PROVIDE STEEL INSERTS AT STOREFRONTS AS REQUIRED TO MEET REQUIREMENTS NOTED IN 

STRUCTURAL DESIGN CRITERIA.
7. ALL EXTERIOR GLAZING SHALL BE 1" INSULATED GLAZING UNITS WITH 1/4" TINTED LOW E-

EXTERIOR GLASS, 1/2" AIR GAP 1/4" CLEAR GLASS PER SPECIFICATIONS.
8. REFER TO REFERENCED DETAILS AND DETAILS 11/AD-5.0 AND 16/AD-5.0 FOR FLEXIBLE FLASHING 

AT OPENINGS.
9. REFER TO FLOOR PLANS, PARTIAL FLOOR PLANS AND RCP'S FOR WINDOW LOCATIONS.
10. ALL GLAZING IN EXTERIOR WINDOWS SHALL HAVE A MAXIMUM SHGC-VALUE OF .25 AND A 

MAXIMUM. U-VALUE OF .36.  MANUFACTURED WINDOWS SHALL BE CERTIFIED AND LABELED TO 
SHOW COMPLIANCE WITH THESE STANDARDS.

11. ALL GLAZING IN EXTERIOR STOREFRONT SHALL HAVE A MAXIMUM SHGC-VALUE OF .26 AND A 
MAXIMUM. U-VALUE OF .41.  
EXTERIOR WINDOWS UNO: BOD GRAHAM SR 6700 SERIES STEEL REPLICA ALUM, WINDOWS WITH 
1" IGU.  REFER TO DETAILS 13 & 18 ON SHEET AD-5.2 AND SPECIFICATION FOR MORE 
INFORMATION

12. REFER TO SHEET A-7.2.1 FOR WINDOW TYPES
13. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL LOUVER LOCATION AND SIZES
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GENERAL NOTES

1. FOR ADDITIONAL INFORMATION ON LOCATION AND EXTEND OF 
FINISHES, REFER TO RCP ON SHEETS A-2.0.0 - A-2.3.0, INTERIOR 
ELEVATIONS ON SHEETS A-6.0.0 - A-6.3.2 AND FINISH FLOOR PLANS ON 
SHEETS A-1.0.0 - A-1.3.1

2. PANELS AND DEVICES WITH FACTORY FINISH SHALL NOT BE PAINTED 
UNLESS NOTED OTHERWISE. 

3. ALL STRUCTURAL METAL EXPOSED TO VIEW TO RECEIVE PAINTED 
FINISH. BRING TO THE ATTENTION OF THE ARCHITECT IF FINISH COLOR 
IS NOT INDICATED ON DRAWINGS. 

4. SEE CASEWORK DRAWINGS AND DETAILS FOR CASEWORK FINISH 
INFORMATION. 

5. ALL FINISHES SHALL COMPLY WITH CBC, CFC, AND TITLE 19 CCR.
6. P1 THROUGH P7 INDICATED THE COLOR SELECTIONS. THE COLOR 

SELECTION SHALL BE MADE BY THE ARCHITECT. 
7. PAINT SHEEN TO BE VERIFIED BY THE ARCHITECT PRIOR TO PAINTING. 
8. IN ORDER TO ALLOW FACE PLATES TO BE MOUNTED OVER FINISHES 

INSTALL EXTENSION RINGS AT ALL OUTLETS, FIXTURES, AND DEVICES 
WHERE INTERIOR FINISH PANELS ARE APPLIED. 

9. PAINT ALL SURFACES EXPOSED TO VIEW, INCLUDING ANY ELEMENTS 
SUCH AS STRUCTURAL MEMBERS, FACTORY PRIMED ITEMS, 
MECHANICAL DUCTS, PLUMBING PIPES, ELECTRICAL CONDUITS AND 
DEVICES, EXCEPT FOR FACTORY FINISHED ITEMS. 

10. PAINT ALL WALL-MOUNTED ELECTRIAL AND FIRE PROTECTION DEVICES 
TO MATCH WALL FINISH UNLESS NOTED OTHERWISE.

11. FOR CEILINGS DESIGNATED "OPEN TO STRUCTURE" PAINT EVERYTHING 
AT CEILING LEVEL IN ALL ROOMS, EXCEPT BOOSTER PUMP, 
ELECTRICAL, IDF, FIRE RISER, AND ELEVATOR MECHANICAL ROOMS.

12. EXPOSED GYPSUM BOARD SHALL HAVE A LEVEL 4 FINISH.
13. FLOORING AT WET LOCATIONS (SHOWERS, BATHROOMS, LOCKER 

ROOMS) SHALL HAVE A DYNAMIC COEFFFICIENT OF FRICTION OF .60 OR 
GRATER.
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INTERIOR FINISH SCHEDULE

LEVEL
ROOM

NUMBER ROOM NAME

FLOOR BASE NORTH WALL EAST WALL SOUTH WALL WEST WALL CEILING CASE-
WORK

COUNTERTOP &
BACKSPLASH COMMENTSMAT FINISH MAT. FINISH MAT. FINISH MAT. FINISH MAT. FINISH MAT. FINISH MAT. FINISH

FF GROUND
FLOOR

001 LOBBY RTF1 FF RB FF GB2 PT WCT 10 FF GB2 PT GB2 PT GB/AWC1 PT/FF -- --

FF GROUND
FLOOR

002 PUBLIC MEETING ROOM CPT10 / CT2 FF RB FF GB PT GB PT WCT 7/GB FF/PT GB PT CN/AWC1 SL/FF WDV SSRF

FF GROUND
FLOOR

003 STORAGE CPT10 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF GROUND
FLOOR

004 GEAR CHCK CN SL RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF GROUND
FLOOR

005 PUBLIC RR CT1 FF CTB FF WCT 1 FF WCT 1 FF WCT 1 FF WCT 1 FF GB PT WDV SSRF

FF GROUND
FLOOR

006 PUBLIC RR CT1 FF CTB FF WCT 1 FF WCT 1 FF WCT 1 FF WCT 1 FF GB PT WDV SSRF

FF SECOND
FLOOR

007 STAIR 1 RTF1 / RST1 FF RB FF -- -- GB PT GB PT WCT 9 FF CN SL -- --

FF GROUND
FLOOR

008 ELEV VCT FF -- -- PLM FF PLM FF PLM FF PLM FF OTS -- -- --

FF GROUND
FLOOR

009 UTIL CLERK RTF2 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF GROUND
FLOOR

010 EVIDENCE CN SL RB FF GB PT GB PT GB PT GB PT GB PT -- --

FF GROUND
FLOOR

011 GEAR STORAGE CN SL RB FF GB PT GB PT GB PT CMU PT CN SL -- --

FF GROUND
FLOOR

012 ELECTRICAL CN SL RB FF GB PT GB PT GB PT GB PT CN SL -- --

FF GROUND
FLOOR

013 FIRE ALARM CN SL RB FF GB PT GB PT GB PT CMU PT CN SL -- --

FF GROUND
FLOOR

014 IT STORAGE CN SL -- -- CMU PT CMU PT CMU PT CMU PT CN SL -- --

FF GROUND
FLOOR

015 TRASH CN SL -- -- CMU PT CMU PT CMU PT CMU PT CN SL -- --

FF GROUND
FLOOR

016 ELEVATOR EQUIP. CN SL -- -- CMU PT CMU/GB PT CMU/GB PT CMU PT CN SL -- --

FF GROUND
FLOOR

017 PARKING CN SL -- -- CMU PT CMU PT CMU PT CMU PT CN SL -- --

FF GROUND
FLOOR

019 STAIR 2 CN / RST 1 SL/FF -- -- CMU PT CMU PT CMU PT CMU PT CN SL -- --

FF GROUND
FLOOR

020 UTILITY CN SL RB FF CMU PT GB PT GB PT CMU PT CN SL -- --

FF GROUND
FLOOR

021 STORAGE CN SL RB FF CMU PT GB PT GB PT GB PT CN SL -- --

FF GROUND
FLOOR

022 DEDICATED PARKING CN SL RB FF CMU/GB PT CMU PT CMU PT CMU PT CN SL -- --

FF GROUND
FLOOR

023 FR CN SL RB FF GB PT GB PT GB PT GB PT CN SL -- --

FF GROUND
FLOOR

024 CUSTODIAL CN SL RB FF FRP/GB FF/PT FRP/GB FF/PT FRP/GB FF/PT FRP/GB FF/PT CN SL -- --

FF GROUND
FLOOR

025 STORAGE CN SL RB FF GB PT CMU PT CMU PT GB PT CN SL -- --

FF FIRST FLOOR 101 LOBBY RTF1 FF RB FF GB2 PT GB2 PT GB2 PT GB2 PT GB PT -- --

FF FIRST FLOOR 102 ADULT LOBBY RTF3 FF RB FF GB2 PT GB2 PT GB2 PT BR FF GB/ACT4 PT/FF -- --

FF FIRST FLOOR 103 RECEPTION CPT3 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF WDV SSRF

FF FIRST FLOOR 104 JUV. LOBBY RTF3 FF RB FF GB2 PT BR FF GB2 PT GB2 PT GB/ACT4 PT/FF -- --

FF FIRST FLOOR 105 RR CT2 FF CTB FF WCT 2 FF WCT 2 FF WCT 2 FF WCT 2 FF GB PT WDV SSRF

FF FIRST FLOOR 106 HALL RTF1 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF FIRST FLOOR 107 RR CT2 FF CTB FF WCT 2 FF WCT 2 FF WCT 2 FF WCT 2 FF GB PT WDV SSRF

FF FIRST FLOOR 108 DRUG TEST CT2 FF CTB FF WCT 2 FF WCT 2 FF WCT 2 FF WCT 2 FF GB PT WDV SSRF

FF FIRST FLOOR 109 INTERVIEW CPT2 FF RB FF GB2 PT GB2 PT GB2 PT GB2 PT ACT1 FF -- --

FF FIRST FLOOR 110 INTERVIEW CPT2 FF RB FF GB2 PT GB2 PT GB2 PT GB2 PT ACT1 FF -- --

FF FIRST FLOOR 111 INTERVIEW CPT2 FF RB FF GB2 PT GB2 PT GB2 PT GB2 PT ACT1 FF -- --

FF FIRST FLOOR 112 INTERVIEW CPT2 FF RB FF GB2 PT GB2 PT GB2 PT GB2 PT ACT1 FF -- --

FF FIRST FLOOR 113 INTERVIEW/ CONFERENCE CPT2 FF RB FF GB2 PT GB2 PT GB2 PT GB2 PT ACT1 FF -- --

FF FIRST FLOOR 114 INTERVIEW CPT2 FF RB FF GB2 PT GB2 PT GB2 PT GB2 PT ACT1 FF -- --

FF FIRST FLOOR 115 ELECTRICAL CN SL RB FF GB PT GB PT GB PT GB PT OTS - -- --

FF FIRST FLOOR 116 IT CN SL RB FF PW PT GB PT PW PT PW PT ACT1 FF -- --

FF FIRST FLOOR 117 OFFICE CPT3 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF FIRST FLOOR 118 FIELD TRAINING CPT1 / RTF1 FF RB FF GB PT GB PT GB PT GB PT ACT2/ACT3 FF -- --

FF FIRST FLOOR 119 AOP CPT1 / RTF1 FF RB FF GB PT GB PT GB PT GB PT ACT2/ACT3 FF -- --

FF FIRST FLOOR 120 AOP SUPERVISION CPT3 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF FIRST FLOOR 121 ADULT SUPERVISION CPT1 / RTF1 FF RB FF GB PT GB PT GB PT GB PT ACT2/ACT3 FF -- --

FF FIRST FLOOR 122 OFFICE CPT3 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF FIRST FLOOR 123 OFFICE CPT3 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF FIRST FLOOR 124 HALL RTF1 FF RB FF GB PT -- -- GB PT GB PT ACT1 FF -- --

FF FIRST FLOOR 125 STAFF RR CT2 FF CTB FF WCT 2 FF WCT 2 FF WCT 2 FF WCT 2 FF GB PT WDV SSRF

FF FIRST FLOOR 126 CUST. CN SL RB FF GB PT GB PT GB PT GB PT GB PT -- --

FF FIRST FLOOR 127 STAFF RR CT2 FF CTB FF WCT 2 FF WCT 2 FF WCT 2 FF WCT 2 FF GB PT WDV SSRF

FF FIRST FLOOR 128 PASSAGE RB FF -- -- -- -- -- -- GB PT ACT1 FF -- --

FF FIRST FLOOR 129 ADULT SUP. OFFICE CPT3 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF FIRST FLOOR 130 CONFERENCE RM. 2 CPT4 FF RB FF GB PT GB PT TWP/GB FF/PT GB PT GB/AWC2 PT/FF -- --

FF FIRST FLOOR 131 ADULT SPECIAL PROGRAMS CPT1 FF RB FF GB PT GB PT GB PT GB PT GB/ACT2/ACT3 PT/FF -- --

FF FIRST FLOOR 132 OFFICE CPT3 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF FIRST FLOOR 133 PRETRIAL SUPERVISION CPT1 FF RB FF GB PT GB PT GB PT GB PT ACT2/ACT3 FF -- --

FF FIRST FLOOR 134 OFFICE CPT3 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF FIRST FLOOR 135 LOBBY RTF1 FF RB FF GB2 PT GB2 PT BR FF TWP/GB2 FF/PT ACT1 FF -- --

FF FIRST FLOOR 136 DAY SPACE CPT5 / RTF1 FF RB FF GB PT GB PT GB PT WCT 6/GB FF/PT GB/ACT4 PT/FF -- --

FF FIRST FLOOR 137 CLASSROOM 2 CPT6 FF RB FF GB PT GB PT AWT/GB FF/PT GB PT GB/ACT1 PT/FF -- --
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FF SECOND
FLOOR

226 OFFICE CPT8 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

227 INTERVIEW CPT2 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

228 SPECIAL STORAGE CPT8 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

229 OFFICE W/ CONF CPT8 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

230 JUVENILE CPT1 / RTF1 FF RB FF GB PT GB PT GB PT GB PT ACT2/ACT3 FF -- --

FF SECOND
FLOOR

231 OFFICE CPT8 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

232 OFFICE CPT8 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

233 CONFERENCE 1 CPT4 FF RB FF TWP/GB FF/PT GB PT GB PT GB PT GB/AWC2 PT/FF -- --

FF SECOND
FLOOR

234 STORAGE RTF1 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

235 STORAGE CPT4 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

236 BREAK RTF5 FF RB FF WCT
8/GB

FF/PT TWP/GB FF/PT GB PT -- -- CB2 FF -- --

FF SECOND
FLOOR

237 HOTELING CPT1 FF RB FF GB PT GB PT GB PT GB PT AWC1 FF -- --

FF SECOND
FLOOR

238 ROOF DECK -- --

FF SECOND
FLOOR

240 INFORMATION SYSTEMS CPT1 FF RB FF GB PT GB PT GB PT GB PT ACT2/ACT3 FF -- --

FF SECOND
FLOOR

241 CONFERENCE 5 CPT4 FF RB FF GB PT TWP/GB FF/PT GB PT GB PT GB/AWC2 PT/FF -- --

FF SECOND
FLOOR

242 OFFICE CPT8 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

243 EQUIP STORAGE RTF2 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

244 OFFICE W/ CONF CPT8 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

245 INSTALLATION ROOM CPT4 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

246 RESEARCH AND SPECIAL PROJECTS CPT1 FF RB FF GB PT GB PT GB PT GB PT ACT2/ACT3 FF -- --

FF SECOND
FLOOR

247 OFFICE CPT8 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

248 OFFICE W/ CONF CPT8 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

249 PRETRIAL ASSESSMENT CPT1 FF RB FF GB PT GB PT GB PT GB PT GB PT -- --

FF SECOND
FLOOR

250 OFFICE CPT8 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF SECOND
FLOOR

251 STOR RTF1 FF RB FF GB PT GB PT GB PT GB PT GB PT -- --

FF SECOND
FLOOR

252 JAN RTF2 FF RB FF FRP/GB FF/PT FRP/GB FF/PT FRP/GB FF/PT FRP/GB FF/PT GB PT -- --

FF THIRD
FLOOR

301 LOBBY RTF1 FF RB FF GB PT GB PT -- -- GB PT AWC1 FF

FF THIRD
FLOOR

302 EXECUTIVE AREA CPT1 FF RB FF GB PT GB PT GB PT GB PT GB/ACT1/2/3 PT/FF -- --

FF THIRD
FLOOR

303 MEETING ROOM CPT11 /
CPT12

FF RB FF GB PT GB PT GB PT TWP/GB FF/PT GB/AWC2 PT/FF -- --

FF THIRD
FLOOR

304 CHIEFS OFFICE CPT9 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF THIRD
FLOOR

305 EXEC ASST CPT9 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF THIRD
FLOOR

306 DEPUTY CHIEF CPT9 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF THIRD
FLOOR

307 DEPUTY CHIEF CPT9 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF THIRD
FLOOR

308 DEPUTY CHIEF CPT9 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF THIRD
FLOOR

309 DEPUTY CHIEF CPT9 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF THIRD
FLOOR

310 ADMIN OPS MANAGER CPT9 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF THIRD
FLOOR

311 UNASSIGNED ADMIN CPT1 / RTF1 FF RB FF GB PT GB PT GB PT GB PT ACT1/2/3 FF -- --

FF THIRD
FLOOR

314 OFFICE CPT9 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF THIRD
FLOOR

315 OFFICE CPT9 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF THIRD
FLOOR

316 RR CT5 FF CTB FF WCT 5 FF WCT 5 FF WCT 5 FF WCT 5 FF GB PT WDV SSRF

FF THIRD
FLOOR

317 RR CT5 FF CTB FF WCT 5 FF WCT 5 FF WCT 5 FF WCT 5 FF GB PT WDV SSRF

FF THIRD
FLOOR

318 COPY RTF3 FF RB FF TWP/GB FF/PT GB PT GB PT GB PT ACT1 FF WDV SSRF

FF THIRD
FLOOR

319 ELEC/ IT RTF2 FF RB FF PW PT GB PT PW PT PW PT ACT1 FF -- --

FF THIRD
FLOOR

320 STORAGE CPT1 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF THIRD
FLOOR

321 STORAGE CPT1 FF RB FF GB PT GB PT GB PT GB PT ACT1 FF -- --

FF THIRD
FLOOR

322 CUSTODIAL RTF1 FF RB FF FRP/GB FF/PT FRP/GB FF/PT FRP/GB FF/PT FRP/GB FF/PT GB PT -- --

FF THIRD
FLOOR

323 ATTIC CBD -- -- -- GB PT GB PT GB PT GB PT OTS -- -- --

FF THIRD
FLOOR

324 ROOF DECK

FF THIRD
FLOOR

325 MECHANICAL WELL
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CEILINGS

ACT1 2X2 SUSPENDED CALLA ACOUSTICAL CEILING PANEL BY 
ARMSTRONG

ACT2 2X2 SUSPENDED TECTUM HIGH NRC CEMENTITIOUS WOOD FIBER 
ACOUSTICAL CEILING BY ARMSTRONG

ACT3 2X2 SUSPENDED DESIGN ART TECTUM "STEPS" CEMENTITIOUS 
WOOD FIBER ACOUSTICAL CEILING BY ARMSTRONG

ACT4 2X2 SUSPENDED PORT ACOUSTICAL CEILING BY TURF

ACT5 2X2 SUSPENDED DESIGN ART TECTUM "TILT" CEMENTITIOUS 
WOOD FIBER ACOUSTICAL CEILING BY ARMSTRONG

AWC1 WOOD WORKS GRILLE FORTE SUSPENDED ACOUSTICAL WOOD 
CEILING BY ARMSTRONG

AWC2 WOOD WORKS GRILLE TEGULAR 2X2 SUSPENDED ACOUSTICAL 
WOOD CEILING BY ARMSTRONG

CB1 FELTWORKS BLADES- VARAFFIX BY ARMSTRONG. MOUNTED TO 
2X4 SUSPENDED ACOUSTICAL PANEL CEILING, ACOUSTICAL 
PANELS AND GRID PAINTED BLACK

CB2 SWITCHBLADE  CEILING BAFFLE BY TURF

GB GYPSUM BOARD, TYPE 1 - PAINTED FINISH

OTS OPEN TO STRUCTURE

FLOORS

CPT1 CARPET TILE BY INTERFACE, STREET SMART IN COLOR PATH 
(HERRINGBONE LAYOUT)

CPT2 CARPET TILE BY INTERFACE, AGLOW IN COLOR NICKEL IVY 
(ASHLAR LAYOUT)

CPT3 CARPET TILE BY INTERFACE, STREET SMART IN COLOR 
CROSSROADS/LAGUNA (ASHLAR LAYOUT)

CPT4 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLOR BLUE 
SAGE (ASHLAR LAYOUT)

CPT5 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLORS 
LINEN, GREIGE, & LINEN/GREIGE (REFER TO FLOORING PLANS 
FOR LOCATIONS)

CPT6 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLORS 
LINEN, BLUE SAGE, & LINEN/BLUE SAGE (REFER TO FLOORING 
PLANS FOR LOCATIONS)

CPT7 NOT USED

CPT8 CARPET TILE BY INTERFACE, STREET SMART IN COLOR BACK 
STREET/NARANJA (ASHLAR LAYOUT)

CPT9 CARPET TILE BY INTERFACE, AGLOW IN COLOR IRON AZURE 
(ASHLAR LAYOUT)

CPT10 CARPET TILE BY INTERFACE, STEP THIS WAY IN COLOR ALBA 
(ASHLAR LAYOUT)

CPT11 CARPET TILE BY INTERFACE, STEP THIS WAY IN COLOR EBONY 
(ASHLAR LAYOUT)

CPT12 CARPET TILE BY INTERFACE, STEP IN TIME IN COLOR ALBA 
(ASHLAR LAYOUT)

CT1 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLORS CARBONIO, OTTONE, & SODIO

CT2 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR GIADA

CT3 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR ZAFFIRO

CT4 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLORS ZAFFIRO, OTTONE, & SODIO

CT5 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR ACQUA

RTF1 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN COLOR 
FAWN

RTF2 RESILIENT TILE FLOORING BY NORA, NORAPLAN CONVIA IN COLOR 
PUTTY

RTF3 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN COLOR 
DUNE

LEGEND

INTERIOR WALLS
PAINTED 5/8" TYPE X GYP BOARD UNLESS OTHERWISE NOTED

AWT ACOUSTIC WALL TILE

CTB CERAMIC TILE, BASE

GB GYPSUM BOARD, TYPE 1 - PAINTED FINISH

GB2 IMPACT RESISTANT GYPSUM BOARD, TYPE 1 - PAINTED FINISH

BR BALLISTIC RESISTANT PANEL- CLASS 3

P 1 PAINT, TYP. WHITE

P 5 PAINT, ACCENT COLOR 3

P 6 PAINT, ACCENT COLOR 4

P 7 PAINT, TYP. WHITE - CEILINGS

TWP TACKABLE WALL PANEL

FRP FIBERGLASS-REINFORCED PLASTIC, 60" AFF

RB RESILIENT BASE

PW FIRE RETARDANT TREATED PLYWOOD

INTERIOR WALLS

WCT 1 WALL CERAMIC TILE, FULL BODY BY CE.SI 10cm x 10cm & 
5cm x 20cm IN COLOR CARBONIO MATTE, I COLORI BY CE.SI
20cm x 20cm IN COLOR BERILLO GLOSSY, MATONELLE MARGARITA 
BY MUTINA IN COLORS WIRES & SCHEME (REFER TO INTERIOR 
ELEVATIONS FOR LOCATIONS)

WCT 2 WALL CERAMIC TILE, FULL BODY BY CE.SI 5cm x 20cm IN COLOR 
CARBONIO MATTE, I COLORI BY CE.SI 20cm x 20cm IN COLOR 
ALABASTRO GLOSSY, MATONELLE MARGARITA BY MUTINA IN 
COLORS FRAME BLACK, STREET, MARGHE HALF BLACK, & BLACK 
GREEN (REFER TO INTERIOR ELEVATIONS FOR LOCATIONS)

WCT 3 WALL CERAMIC TILE, FULL BODY BY CE.SI 5cm x 20cm IN COLOR 
CARBONIO MATTE, I COLORI BY CE.SI 20cm x 20cm IN COLOR 
BERILLO GLOSSY, MATONELLE MARGARITA BY MUTINA IN 
COLORS LINES & RHOMBUS WHITE (REFER TO INTERIOR 
ELEVATIONS FOR LOCATIONS)

WCT 4 WALL CERAMIC TILE, FULL BODY BY CE.SI 5cm x 20cm IN COLOR 
ZAFFIRO MATTE, I COLORI BY CE.SI 10cm x 20cm IN COLOR 
TALCO GLOSSY, MATONELLE MARGARITA BY MUTINA IN 
COLOR SPRING TERRACOTTA (REFER TO INTERIOR ELEVATIONS 
FOR LOCATIONS)

WCT 5 WALL CERAMIC TILE, FULL BODY BY CE.SI 5cm x 20cm IN COLOR 
CARBONIO MATTE, I COLORI BY CE.SI 20cm x 20cm IN COLOR 
BERILLO GLOSSY, MATONELLE MARGARITA BY MUTINA IN COLORS 
MARGHE HALF BLACK, RHOMBUS WHITE, & DOUBLE RED
(REFER TO INTERIOR ELEVATIONS FOR LOCATIONS)

WCT 6 WALL CERAMIC TILE, MATONELLE MARGARITA BY MUTINA IN 
COLOR SPRINK PINK (REFER TO INTERIOR ELEVATIONS FOR 
LOCATIONS)

WCT 7 WALL CERAMIC TILE, MATONELLE MARGARITA BY MUTINA IN 
COLOR SCHEME (REFER TO INTERIOR ELEVATIONS FOR 
LOCATIONS)

WCT 8 WALL CERAMIC TILE, MATONELLE MARGARITA BY MUTINA IN 
COLORS STAR & MARGHE LIGHT BLUE (REFER TO INTERIOR 
ELEVATIONS FOR LOCATIONS)

WCT 9 WALL CERAMIC TILE, MATONELLE MARGARITA BY MUTINA IN 
COLOR STAR (REFER TO INTERIOR ELEVATIONS FOR 
LOCATIONS)

2

FLOORS

RTF4 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN COLOR 
SEA CREST

RTF5 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN COLOR 
SAHARA

CN SMOOTH TROWELED CONCRETE

RST 1 RESILIENT STAIR TREAD BY NORA, NORAMENT SATURA IN 
COLOR GRUS

CBD TAPED COVER BOARD

3

INTERIOR FINSHES

FF FACTORY FINISH

PE PAINT - EGGSHELL

PS PAINT - SEMI GLOSS

PG PAINT - GLOSS

SL SEALED

MISC.

WDV WOOD VENEER CABINETRY

SSRF SOLID SURFACE COUNTERTOP

ELEVATOR FINSHES

VCT VINYL COMPOSITION TILE

PLM PLASTIC LAMINATE, PER MANUFACTURER

PWS PERFORATED ALUMINUM PANEL, WALLSCREEN BY BOK 
MODERN
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PUBLIC MEETING
ROOM

002

LOBBY
001

STORAGE
003

TRASH
015

ELEVATOR
EQUIP.

016

PARKING
017
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010
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014
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024
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025

CPT11

CPT2

RTF1
CT1 RTF1 CT1

RTF2

RTF1

CPT11

RTF1

RTF1

FLOORS

CPT1 CARPET TILE BY INTERFACE, STREET SMART IN COLOR PATH 
(HERRINGBONE LAYOUT)

CPT2 CARPET TILE BY INTERFACE, AGLOW IN COLOR NICKEL IVY 
(ASHLAR LAYOUT)

CPT3 CARPET TILE BY INTERFACE, STREET SMART IN COLOR 
CROSSROADS/LAGUNA (ASHLAR LAYOUT)

CPT4 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLOR 
BLUE SAGE (ASHLAR LAYOUT)

CPT5 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLORS 
LINEN, GREIGE, & LINEN/GREIGE (REFER TO FLOORING PLANS 
FOR LOCATIONS)

CPT6 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLORS 
LINEN, BLUE SAGE, & LINEN/BLUE SAGE (REFER TO FLOORING 
PLANS FOR LOCATIONS)

CPT7 NOT USED

CPT8 CARPET TILE BY INTERFACE, STREET SMART IN COLOR BACK 
STREET/NARANJA (ASHLAR LAYOUT)

CPT9 CARPET TILE BY INTERFACE, AGLOW IN COLOR IRON AZURE 
(ASHLAR LAYOUT)

CPT10 CARPET TILE BY INTERFACE, STEP THIS WAY IN COLOR ALBA 
(ASHLAR LAYOUT)

CPT11 CARPET TILE BY INTERFACE, STEP THIS WAY IN COLOR 
EBONY (ASHLAR LAYOUT)

CPT12 CARPET TILE BY INTERFACE, STEP IN TIME IN COLOR ALBA 
(ASHLAR LAYOUT)

CT1 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLORS CARBONIO, AGATA, & SODIO

CT2 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR AGATA

CT3 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR ZAFFIRO

CT4 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLORS ZAFFIRO, OTTONE, & SODIO

CT5 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR ACQUA

RTF1 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR FAWN

RTF2 RESILIENT TILE FLOORING BY NORA, NORAPLAN CONVIA IN 
COLOR PUTTY

RTF3 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR DUNE

RTF4 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR SEA CREST

RTF5 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR SAHARA

CN SMOOTH TROWELED CONCRETE

RST 1 RESILIENT STAIR TREAD BY NORA, NORAMENT SATURA IN 
COLOR GRUS

CPP1 CONCRETE PLAZA PAVERS

CBD TAPED COVER BOARD

NOTES
1. REFER TO INTERIOR FINISH SCHEDULE FOR ADDITIONAL 

INFORMATION.
2. REFER TO DETAILS 1-3 ON SHEET AD-2.0 FOR FLOORING 

TRANSISTIONS

LEGEND

Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

1        PCC#1               12/19/2023
No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a
ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a

ti
o
n

.r
v
t

A-7.4.0

GROUND
FLOOR

FINISH PLAN

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

3/32" = 1'-0"
1

GROUND FLOOR FINISH PLAN

TRUE
NORTH

PLAN
NORTH

bradbury
Image



RECEPTION
103

ADULT LOBBY
102

FIELD TRAINING
118

INTERVIEW
109

INTERVIEW
110

OFFICE
117

CONFERENCE
RM. 2

130

ADULT
SUPERVISION

121

CLASSROOM 2
137

CLASSROOM 1
139

TRAINING ROOM
152

ELEV
008

IT
116

ELECTRICAL
115

STAIR 2
019

LOBBY
135

RR
107

STAFF RR
125

RR
105

INTERVIEW/
CONFERENCE

113

INTERVIEW
114

INTERVIEW
112

INTERVIEW
111

DRUG TEST
108

OFFICE
123

OFFICE
122

STAFF RR
127

ADULT SUP.
OFFICE

129

JUV. LOBBY
104

PRETRIAL
SUPERVISION

133

CUST.
126

ADULT SPECIAL
PROGRAMS

131

DAY SPACE
136

RR
157

OFFICE
147

PRRC MANAGER
148

COUNCIL
141

COUNCIL
140

RR
144

PRIVATE
PARTNER

149

RECEP
142

PANTRY
145

STORAGE
153

OFFICE
132

OFFICE
134

DPO
WORKSTATIONS

146

RR
156

PP OFFICE
150

STORAGE
151

AOP
119

AOP
SUPERVISION

120

COPY
158

HALL
106

LOBBY
101

KIT.
143

JAN.
154

HALL
124

PASSAGE
128

HALL
155

COURTYARD
160

RTF1

CPT2

CPT2

CPT3

CPT2 CPT2 CPT2 CPT2

CPT1

CPT1

CPT1 CPT1

CPT1RTF1

CPT3CT2CT2
RTF3

RTF1

RTF3 CPT3

RTF1

CPT3 CPT3

CPT1

CPT3

CPT3

CPT1

RTF3

CT2

CPT6

CPT3

CPT6

RTF1

CT2

CT2

CPT3 CPT3

CPT1 CPT1

RTF1

CPT3
CT2

CT2

CPT11

RTF1

CPT3

CT2 CT2
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CPT4

RTF1

RTF3

CPT3

CPT6

FLOORS

CPT1 CARPET TILE BY INTERFACE, STREET SMART IN COLOR PATH 
(HERRINGBONE LAYOUT)

CPT2 CARPET TILE BY INTERFACE, AGLOW IN COLOR NICKEL IVY 
(ASHLAR LAYOUT)

CPT3 CARPET TILE BY INTERFACE, STREET SMART IN COLOR 
CROSSROADS/LAGUNA (ASHLAR LAYOUT)

CPT4 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLOR 
BLUE SAGE (ASHLAR LAYOUT)

CPT5 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLORS 
LINEN, GREIGE, & LINEN/GREIGE (REFER TO FLOORING PLANS 
FOR LOCATIONS)

CPT6 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLORS 
LINEN, BLUE SAGE, & LINEN/BLUE SAGE (REFER TO FLOORING 
PLANS FOR LOCATIONS)

CPT7 NOT USED

CPT8 CARPET TILE BY INTERFACE, STREET SMART IN COLOR BACK 
STREET/NARANJA (ASHLAR LAYOUT)

CPT9 CARPET TILE BY INTERFACE, AGLOW IN COLOR IRON AZURE 
(ASHLAR LAYOUT)

CPT10 CARPET TILE BY INTERFACE, STEP THIS WAY IN COLOR ALBA 
(ASHLAR LAYOUT)

CPT11 CARPET TILE BY INTERFACE, STEP THIS WAY IN COLOR 
EBONY (ASHLAR LAYOUT)

CPT12 CARPET TILE BY INTERFACE, STEP IN TIME IN COLOR ALBA 
(ASHLAR LAYOUT)

CT1 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLORS CARBONIO, AGATA, & SODIO

CT2 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR AGATA

CT3 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR ZAFFIRO

CT4 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLORS ZAFFIRO, OTTONE, & SODIO

CT5 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR ACQUA

RTF1 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR FAWN

RTF2 RESILIENT TILE FLOORING BY NORA, NORAPLAN CONVIA IN 
COLOR PUTTY

RTF3 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR DUNE

RTF4 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR SEA CREST

RTF5 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR SAHARA

CN SMOOTH TROWELED CONCRETE

RST 1 RESILIENT STAIR TREAD BY NORA, NORAMENT SATURA IN 
COLOR GRUS

CPP1 CONCRETE PLAZA PAVERS

CBD TAPED COVER BOARD

NOTES
1. REFER TO INTERIOR FINISH SCHEDULE FOR ADDITIONAL 

INFORMATION.
2. REFER TO DETAILS 1-3 ON SHEET AD-2.0 FOR FLOORING 

TRANSISTIONS
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CPT1

CPT8

CPT8

CPT2 RTF2
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CT4
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CPT1 CPT1
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FLOORS

CPT1 CARPET TILE BY INTERFACE, STREET SMART IN COLOR PATH 
(HERRINGBONE LAYOUT)

CPT2 CARPET TILE BY INTERFACE, AGLOW IN COLOR NICKEL IVY 
(ASHLAR LAYOUT)

CPT3 CARPET TILE BY INTERFACE, STREET SMART IN COLOR 
CROSSROADS/LAGUNA (ASHLAR LAYOUT)

CPT4 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLOR 
BLUE SAGE (ASHLAR LAYOUT)

CPT5 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLORS 
LINEN, GREIGE, & LINEN/GREIGE (REFER TO FLOORING PLANS 
FOR LOCATIONS)

CPT6 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLORS 
LINEN, BLUE SAGE, & LINEN/BLUE SAGE (REFER TO FLOORING 
PLANS FOR LOCATIONS)

CPT7 NOT USED

CPT8 CARPET TILE BY INTERFACE, STREET SMART IN COLOR BACK 
STREET/NARANJA (ASHLAR LAYOUT)

CPT9 CARPET TILE BY INTERFACE, AGLOW IN COLOR IRON AZURE 
(ASHLAR LAYOUT)

CPT10 CARPET TILE BY INTERFACE, STEP THIS WAY IN COLOR ALBA 
(ASHLAR LAYOUT)

CPT11 CARPET TILE BY INTERFACE, STEP THIS WAY IN COLOR 
EBONY (ASHLAR LAYOUT)

CPT12 CARPET TILE BY INTERFACE, STEP IN TIME IN COLOR ALBA 
(ASHLAR LAYOUT)

CT1 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLORS CARBONIO, AGATA, & SODIO

CT2 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR AGATA

CT3 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR ZAFFIRO

CT4 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLORS ZAFFIRO, OTTONE, & SODIO

CT5 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR ACQUA

RTF1 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR FAWN

RTF2 RESILIENT TILE FLOORING BY NORA, NORAPLAN CONVIA IN 
COLOR PUTTY

RTF3 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR DUNE

RTF4 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR SEA CREST

RTF5 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR SAHARA

CN SMOOTH TROWELED CONCRETE

RST 1 RESILIENT STAIR TREAD BY NORA, NORAMENT SATURA IN 
COLOR GRUS

CPP1 CONCRETE PLAZA PAVERS

CBD TAPED COVER BOARD

NOTES
1. REFER TO INTERIOR FINISH SCHEDULE FOR ADDITIONAL 

INFORMATION.
2. REFER TO DETAILS 1-3 ON SHEET AD-2.0 FOR FLOORING 

TRANSISTIONS
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304
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008
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019
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COPY
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MANAGER

310
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306

OFFICE
315

OFFICE
314
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319

RR
316

RR
317

STORAGE
320

STORAGE
321

ROOF DECK
324

CUSTODIAL
322

MECHANICAL
WELL

325

ATTIC
323

CPT9

RTF1

CPT1

CPT9

CPT9 CPT9 CPT1 CPT9 CPT9

CPT9

CPT9CPT9

CT1

CT1

RTF3

RTF2

CPT1

CPT11
CPT1

RTF1 RTF1

CPT11

FLOORS

CPT1 CARPET TILE BY INTERFACE, STREET SMART IN COLOR PATH 
(HERRINGBONE LAYOUT)

CPT2 CARPET TILE BY INTERFACE, AGLOW IN COLOR NICKEL IVY 
(ASHLAR LAYOUT)

CPT3 CARPET TILE BY INTERFACE, STREET SMART IN COLOR 
CROSSROADS/LAGUNA (ASHLAR LAYOUT)

CPT4 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLOR 
BLUE SAGE (ASHLAR LAYOUT)

CPT5 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLORS 
LINEN, GREIGE, & LINEN/GREIGE (REFER TO FLOORING PLANS 
FOR LOCATIONS)

CPT6 CARPET TILE BY INTERFACE, WOVEN GRADIENCE IN COLORS 
LINEN, BLUE SAGE, & LINEN/BLUE SAGE (REFER TO FLOORING 
PLANS FOR LOCATIONS)

CPT7 NOT USED

CPT8 CARPET TILE BY INTERFACE, STREET SMART IN COLOR BACK 
STREET/NARANJA (ASHLAR LAYOUT)

CPT9 CARPET TILE BY INTERFACE, AGLOW IN COLOR IRON AZURE 
(ASHLAR LAYOUT)

CPT10 CARPET TILE BY INTERFACE, STEP THIS WAY IN COLOR ALBA 
(ASHLAR LAYOUT)

CPT11 CARPET TILE BY INTERFACE, STEP THIS WAY IN COLOR 
EBONY (ASHLAR LAYOUT)

CPT12 CARPET TILE BY INTERFACE, STEP IN TIME IN COLOR ALBA 
(ASHLAR LAYOUT)

CT1 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLORS CARBONIO, AGATA, & SODIO

CT2 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR AGATA

CT3 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR ZAFFIRO

CT4 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLORS ZAFFIRO, OTTONE, & SODIO

CT5 FULL BODY PORCELAIN TILE, I COLORI BY CE.SI 5cm x 5cm IN 
COLOR ACQUA

RTF1 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR FAWN

RTF2 RESILIENT TILE FLOORING BY NORA, NORAPLAN CONVIA IN 
COLOR PUTTY

RTF3 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR DUNE

RTF4 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR SEA CREST

RTF5 RESILIENT TILE FLOORING BY ECOSURFACES, ORIGINS IN 
COLOR SAHARA

CN SMOOTH TROWELED CONCRETE

RST 1 RESILIENT STAIR TREAD BY NORA, NORAMENT SATURA IN 
COLOR GRUS

CPP1 CONCRETE PLAZA PAVERS

CBD TAPED COVER BOARD

NOTES
1. REFER TO INTERIOR FINISH SCHEDULE FOR ADDITIONAL 

INFORMATION.
2. REFER TO DETAILS 1-3 ON SHEET AD-2.0 FOR FLOORING 

TRANSISTIONS
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FURNITURE SCHEDULE

Level TYPE
TOTAL
COUNT DESCRIPTION WIDTH DEPTH Diameter COMMENTS

FF GROUND
FLOOR

C1 24 STACKING CHAIR

FF GROUND
FLOOR

C5 1 WORKSTATION CHAIR

FF GROUND
FLOOR

W3 1 SMALL DESK

NOTE: FURNITURE IS OFOI
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TRUE
NORTH

PLAN
NORTH

FURNITURE SCHEDULE

Level TYPE
TOTAL
COUNT DESCRIPTION WIDTH DEPTH Diameter COMMENTS

FF GROUND
FLOOR

WS1 12 WIRE SHELVING UNIT

FF GROUND
FLOOR

WS2 6 WIRE SHELVING UNIT

FF GROUND
FLOOR

WS3 2 WIRE SHELVING UNIT

FF FIRST FLOOR C1 76 STACKING CHAIR

FF FIRST FLOOR C2 8 MESH BACK CONFERENCE ROOM CHAIR

FF FIRST FLOOR C3 11 STOOL HEIGHT SEATING

FF FIRST FLOOR C4 2 SITING HEIGHT ROUND DINNING TABLE 3' - 0"

FF FIRST FLOOR C5 61 WORKSTATION CHAIR

FF FIRST FLOOR D1 10 OFFICE DESK SYSTEM

FF FIRST FLOOR S1 1 SOFA

FF FIRST FLOOR T1 3 PRRC WORK TABLE

FF FIRST FLOOR T2 1 END TABLE

FF FIRST FLOOR T3 15 FLIP TOP TABLE 5' - 0" 2' - 6"
NOTE: FURNITURE IS OFOI
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FLOOR

FURNITURE
PLAN
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COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

3/32" = 1'-0"
1

SECOND FLOOR FURNITURE PLAN

TRUE
NORTH

PLAN
NORTH

FURNITURE SCHEDULE

Level TYPE
TOTAL
COUNT DESCRIPTION WIDTH DEPTH Diameter COMMENTS

FF FIRST FLOOR T5 1 CONFERENCE ROOM TABLE PROVIDE GROMMET FOR POWER/ DATA

FF FIRST FLOOR T11 10 FLIP TOP TABLE 6' - 0" 2' - 6"

FF FIRST FLOOR T12 8 INTERVIEW TABLE 5' - 0" 2' - 6"

FF FIRST FLOOR W1 45 WORKSTATION

FF FIRST FLOOR W2 6 SMALL WORKSTATION

FF SECOND
FLOOR

C1 13 STACKING CHAIR

FF SECOND
FLOOR

C2 43 MESH BACK CONFERENCE ROOM CHAIR

FF SECOND
FLOOR

C3 12 STOOL HEIGHT SEATING

FF SECOND
FLOOR

C5 50 WORKSTATION CHAIR

FF SECOND
FLOOR

C7 1 OUTDOOR SEAT AT WELLNESS

FF SECOND
FLOOR

D1 13 OFFICE DESK SYSTEM

FF SECOND
FLOOR

S2 2 SOFA

FF SECOND
FLOOR

S3 1 SOFA

NOTE: FURNITURE IS OFOI

bradbury
Image



ROOF DECK

CHIEFS OFFICE
304

UNASSIGNED
ADMIN

311

ADMIN OPS
MANAGER

310

D
E

P
U

T
Y

 C
H

IE
F

3
0
9 DEPUTY CHIEF

308

EXEC ASST
305

OFFICE
315

MEETING ROOM
303

DEPUTY CHIEF
306

DEPUTY CHIEF
307

OFFICE
314

ELEC/ IT
319

AOP

RR
317

EXECUTIVE AREA
302

S
T

A
IR

 2
0
1
9

RR
316

COPY
318 S

T
O

R
A

G
E

3
2
1

STORAGE
320

WS1

WS1

WS1

CUSTODIAL
322

Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

1        PCC#1               12/19/2023
No. Description Date
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THIRD
FLOOR

FURNITURE
PLAN

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

3/32" = 1'-0"
1

THIRD FLOOR FURNITURE PLAN

TRUE
NORTH

PLAN
NORTH

FURNITURE SCHEDULE

Level TYPE
TOTAL
COUNT DESCRIPTION WIDTH DEPTH Diameter COMMENTS

FF SECOND
FLOOR

ST1 5 LATERAL FILE STORAGE

FF SECOND
FLOOR

ST2 1 LATERAL FILE STORAGE

FF SECOND
FLOOR

T4 1 INTERVIEW TABLE 6' - 0" 2' - 6"

FF SECOND
FLOOR

T5 4 CONFERENCE ROOM TABLE <varies>

FF SECOND
FLOOR

T6 2 HIGH EATING TABLE

FF SECOND
FLOOR

T7 1 LARGE CONFERENCE TABLE 14' - 0" 4' - 6"

FF SECOND
FLOOR

T8 1 CONFERENCE ROOM TABLE

FF SECOND
FLOOR

T9 6 ROUND TABLE

FF SECOND
FLOOR

W1 39 WORKSTATION

FF SECOND
FLOOR

W3 4 SMALL DESK

FF SECOND
FLOOR

WS1 2 WIRE SHELVING UNIT

FF SECOND
FLOOR

WS2 1 WIRE SHELVING UNIT

FF THIRD FLOOR C1 6 STACKING CHAIR

FF THIRD FLOOR C2 6 MESH BACK CONFERENCE ROOM CHAIR

FF THIRD FLOOR C5 14 WORKSTATION CHAIR

FF THIRD FLOOR D1 9 OFFICE DESK SYSTEM

FF THIRD FLOOR T5 1 CONFERENCE ROOM TABLE

FF THIRD FLOOR T9 2 ROUND TABLE

FF THIRD FLOOR W1 5 WORKSTATION

FF THIRD FLOOR WS1 3 WIRE SHELVING UNIT

NOTE: FURNITURE IS OFOI
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UNFACED FIBERGLASS BATT INSULATION 
TO FILL ENTIRE WALL CAVITY, MIN. R-19

SHEATHING, REFER TO STRUCTURAL

WEATHER BARRIER

1" EPS RIGID INSULATION

DRAINAGE MAT

PAPER-BACKED LATH

PORTLAND CEMENT PLASTER

2X8 STUD WALL, REFER TO STRUCTURAL

EXTERIORINTERIOR

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

EXTERIORINTERIOR

5/8" TYPE 'X' GYP. BD. FINISH 
U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

1-1/4" THICK NATURAL STONE VENEER WAINSCOT

GFRC WATER TABLE W/ DRIP EDGE

PORTLAND CEMENT PLASTER

PAPER-BACKED LATH 

CMU WALL, REFER TO STRUCTURAL, MORTAR JOINTS 
STRUCK FLUSH AT SIDE WITH VENEER AND TOOLED 
CONCAVE AT INTERIOR SIDE

1" MINERAL FIBER RIGID INSULATION WITH VERTICAL Z-GIRT 
(SPACING AS REQ FOR ATTACHMENT OF LATH TO GIRT)

GALV. 'J' WEEP SCREED

1/4" DRAINAGE GAP

36" ABOVE LEVEL 0

MORTAR BED OVER LATH

2
"

1
 5

/8
"

1"

WEATHER BARRIER
DRAINAGE MAT

7/8" VERTICAL HAT CHANNEL 
AT 16" O.C. 

GALV. FLASHING

BELOW GRADE, OMIT EXTERIOR FINISH AND PROVIDE 
FOUNDATION WATERPROOFING, REFER TO AD-4.1 AND 15/AD-2.0

PORTLAND CEMENT PLASTER

EXTERIORINTERIOR

5/8" TYPE 'X' GYP. BD. FINISH 
U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

PAPER-BACKED LATH 

CMU WALL, REFER TO STRUCTURAL, 
MORTAR JOINTS STRUCK FLUSH AT 
SIDE WITH VENEER AND TOOLED 
CONCAVE AT INTERIOR SIDE

1" MINERAL FIBER RIGID INSULATION WITH 
VERTICAL Z-GIRT (SPACING AS REQ FOR 
ATTACHMENT OF LATH TO GIRT)

WEATHER BARRIER

DRAINAGE MAT7/8" VERTICAL HAT CHANNEL 
AT 16" O.C. 

BELOW GRADE, OMIT EXTERIOR FINISH AND PROVIDE 
FOUNDATION WATERPROOFING, REFER TO AD-4.1 AND 15/AD-2.0

UNFACED FIBERGLASS BATT INSULATION 
TO FILL ENTIRE WALL CAVITY, MIN. R-19

SHEATHING, REFER TO STRUCTURAL

WEATHER BARRIER

1" EPS RIGID INSULATION

DRAINAGE MAT

1X2 VERTICAL COUNTER BATTENS AT 16" O.C.
ATTACH TO WALL STUDS

ACETYLATED WOOD VERTICAL SIDING WITH TWO 
STAINLESS STEEL RING SHANK NAIL TO EACH BATTEN

2X8 STUD WALL, REFER TO STRUCTURAL

EXTERIORINTERIOR

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

1X2 BATTENS AT 16" O.C.

CMU WALL, REFER TO STRUCTURAL, MORTAR JOINTS 
STRUCK FLUSH AT SIDE WITH VENEER AND TOOLED 
CONCAVE AT EXPOSED SIDE

INTERIOR

EXPOSED CMU BLOCK WITH 
TOOLED JOINTS AT INTERIOR 
U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

EXTERIOR

1-1/4" THICK NATURAL STONE VENEER SET 
IN 5/8" TO 3/4" MORTAR BED

MORTAR BED 

BELOW GRADE, OMIT EXTERIOR FINISH AND PROVIDE 
FOUNDATION WATERPROOFING, REFER TO AD-4.1 AND 15/AD-2.0

UNFACED FIBERGLASS BATT INSULATION 
TO FILL ENTIRE WALL CAVITY, MIN. R-19

SHEATHING, REFER TO STRUCTURAL

WEATHER BARRIER

1" EPS RIGID INSULATION

DRAINAGE MAT

2X8 STUD WALL, REFER TO STRUCTURAL

EXTERIORINTERIOR

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

MORTAR BED OVER PAPER-BACKED LATH

PORCELAIN EXTERIOR TILE

EXTERIOR

PORTLAND 
CEMENT 
PLASTER

EXTERIOR

CMU WALL, REFER 
TO STRUCTURAL, 
JOINTS STRUCK 
FLUSH

EXTERIORINTERIOR

5/8" TYPE 'X' GYP. BD. 
FINISH U.N.O. 

REFER TO FLOOR PLANS 
FOR ALTERNATE FINISH 
ASSEMBLIES 

1-1/4" THICK NATURAL STONE VENEER WAINSCOT

CAST STONE WATER TABLE W/ DRIP EDGE

PORTLAND CEMENT PLASTER
PAPER-BACKED LATH 

CMU WALL, REFER TO STRUCTURAL, MORTAR 
JOINTS STRUCK FLUSH AT SIDE WITH VENEER 
AND TOOLED CONCAVE AT INTERIOR SIDE

1" MINERAL FIBER RIGID INSULATION  WITH VERTICAL 
Z-GIRT (SPACING AS REQ FOR ATTACHMENT OF LATH 
TO GIRT)

PLASTER J MOLD

1/4" JOINT W/ SEALANT AND BACKER ROD

36" ABOVE LEVEL 0

2
"

1
 5

/8
"

1"

WEATHER BARRIER

DRAINAGE MAT

MORTAR BED OVER LATH

3-5/8" 25-GA METAL STUD 
FURRING AT 16" O.C. 

BELOW GRADE, OMIT EXTERIOR FINISH AND PROVIDE 
FOUNDATION WATERPROOFING, REFER TO AD-4.1 AND 15/AD-2.0

UNFACED FIBERGLASS BATT INSULATION 
TO FILL ENTIRE WALL CAVITY, MIN. R-19

SHEATHING, REFER TO STRUCTURAL

WEATHER BARRIER

1" EPS RIGID INSULATION

DRAINAGE MAT

PAPER-BACKED LATH

PORTLAND CEMENT PLASTER

2X8 STUD WALL, REFER TO STRUCTURAL

EXTERIORINTERIOR

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

2X4 STUDS AT 16" O.C.

PORTLAND CEMENT 
PLASTER

EXTERIORINTERIOR

PAPER-BACKED LATH 

CMU WALL, REFER TO 
STRUCTURAL, MORTAR 
JOINTS STRUCK FLUSH 
AT SIDE WITH VENEER 
AND TOOLED CONCAVE 
AT INTERIOR SIDE

1" MINERAL FIBER RIGID 
INSULATION  WITH 
VERTICAL Z-GIRT 
(SPACING AS REQ FOR 
ATTACHMENT OF LATH 
TO GIRT)

BELOW GRADE, OMIT EXTERIOR FINISH AND 
PROVIDE FOUNDATION WATERPROOFING, 
REFER TO AD-4.1 AND 15/AD-2.0

WEATHER BARRIER

DRAINAGE MAT

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 
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3" = 1'-0" W1A
W-1A EXTERIOR WALL ASSEMBLY - CMU WITH
PLASTER
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5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

2X4 STUD AT 16" O.C., REFER 
TO STRUCTURAL FOR 
ADDITIONAL REQUIREMENTS

NOTE: WHERE PLYWOOD 
SHEATHING IS REQUIRED (REFER 
TO STRUCTURAL DRAWINGS) 
APPLY PLYWOOD DIRECTLY TO 
STUDS AND APPLY FINISH ON 
TOP OF PLYWOOD.

FIRE RATING TEST # STC RATING IIC RATING TEST #

N/A N/ANOT RATED NOT RATED NOT RATED

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

2X6 STUD AT 16" O.C., REFER TO 
STRUCTURAL FOR ADDITIONAL 
REQUIREMENTS

NOTE: WHERE PLYWOOD 
SHEATHING IS REQUIRED (REFER 
TO STRUCTURAL DRAWINGS) 
APPLY PLYWOOD DIRECTLY TO 
STUDS AND APPLY FINISH ON 
TOP OF PLYWOOD.

FIRE RATING TEST # STC RATING IIC RATING TEST #

N/A N/ANOT RATED NOT RATED NOT RATED

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

BATT INSULATION, FILL ENTIRE 
WALL CAVITY

2X6 STUD AT 16" O.C., STAGGERED, 
WITH 2X8 TOP AND BOTTOM 
PLATES,  REFER TO STRUCTURAL 
FOR ADDITIONAL REQUIREMENTS

FIRE RATING TEST # STC RATING IIC RATING TEST #

N/A
NGC 2011003
(STC 53)

NOT RATED MIN. 50 NOT RATED

U.N.O. 5/8" TYPE 'X' GYP. BD ONE 
SIDE AND 5/8" SOUNDBREAK XP 
WALL BOARD OTHER SIDE

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

3-5/8" METAL STUD AT 16" O.C., 
REFER TO STRUCTURAL FOR 
ADDITIONAL REQUIREMENTS

FIRE RATING TEST # STC RATING IIC RATING TEST #

N/A N/ANOT RATED NOT RATED NOT RATED

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

BATT INSULATION, FILL ENTIRE 
WALL CAVITY

3-5/8" MIN 20-GA METAL STUD AT 
16" O.C., REFER TO STRUCTURAL 
FOR ADDITIONAL REQUIREMENTS

FIRE RATING TEST # STC RATING IIC RATING TEST #

N/A
NGC 2016074
(STC 40)

NOT RATED MIN. 40 NOT RATED

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

7/8" HAT CHANNEL AT 24" O.C. 
VERTICAL

CMU WALL, REFER TO 
STRUCTURAL, WITH WATER 
REPELLANT COATING BOTH 
SIDES 

1" EPS RIGID INSULATION

NOTE: SEAL ALL 
PENETRATIONS, REFER TO  
10/AD-1.0

FIRE RATING TEST # STC RATING IIC RATING TEST #
CBC TABLE 721.1(2)
ITEM 3-1

N/A2 HR BARRIER NOT RATED NOT RATED

REFER TO FLOOR 
PLANS FOR ALTERNATE 
FINISH ASSEMBLIES 

CMU WALL, REFER TO 
STRUCTURAL, WITH 
WATER REPELLANT 
COATING BOTH SIDES 

FIRE RATING TEST # STC RATING IIC RATING TEST #

N/A N/ANOT RATED NOT RATED NOT RATED

(2) LAYERS 5/8" TYPE 'X' GYP. 
BD EACH SIDE, U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

3-5/8" 20-GA METAL STUD AT 16" 
O.C., REFER TO STRUCTURAL FOR 
ADDITIONAL REQUIREMENTS

BATT INSULATION, FILL ENTIRE 
WALL CAVITY

NOTE: SEAL ALL PENETRATIONS, 
REFER TO  10/AD-1.0

FIRE RATING TEST # STC RATING IIC RATING TEST #

UL DESIGN V438
NGC 2018109
(STC 56)

2 HR BARRIER MIN. 50 NOT RATED

(2) LAYERS 5/8" TYPE 'X' GYP. 
BD, U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

4" 20-GA CT STUD, AT MIN. 24" O.C.  
REFER TO STRUCTURAL FOR 
ADDITIONAL REQUIREMENTS

BATT INSULATION, FILL ENTIRE 
WALL CAVITY

1" GYPSUM SHAFT LINER PANEL

NOTE: SEAL ALL PENETRATIONS, 
REFER TO 10/AD-1.0 

FIRE RATING TEST # STC RATING IIC RATING TEST #

UL DESIGN U497
NGC 2019012
(STC 51)

2 HR BARRIER MIN. 50 NOT RATED

REFER TO FLOOR 
PLANS FOR ALTERNATE 
FINISH ASSEMBLIES 

CMU WALL, REFER TO 
STRUCTURAL, WITH 
WATER REPELLANT 
COATING BOTH SIDES 

NOTE: SEAL ALL 
PENETRATIONS, REFER 
TO  10/AD-1.0

FIRE RATING TEST # STC RATING IIC RATING TEST #
CBC TABLE 721.1(2)
ITEM 3-1

N/A2 HR NOT RATED NOT RATED

NOTE: SEAL ALL PENETRATIONS, 
REFER TO 10/AD-1.0

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

BATT INSULATION, FILL ENTIRE 
WALL CAVITY

2X4 STUD AT 16" O.C., STAGGERED, 
WITH 2X6 TOP AND BOTTOM 
PLATES,  REFER TO STRUCTURAL 
FOR ADDITIONAL REQUIREMENTS

FIRE RATING TEST # STC RATING IIC RATING TEST #

UL DESIGN U340
NGC 2011003
(STC 53)

1 HR BARRIER MIN. 50 NOT RATED

NOTE: SEAL ALL PENETRATIONS, 
REFER TO  10/AD-1.0

U.N.O. 5/8" TYPE 'X' GYP. BD ONE 
SIDE AND 5/8" SOUNDBREAK XP 
WALL BOARD OTHER SIDE

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

BATT INSULATION, FILL ENTIRE 
WALL CAVITY

2X6 STUD AT 16" O.C., STAGGERED, 
WITH 2X8 TOP AND BOTTOM 
PLATES,  REFER TO STRUCTURAL 
FOR ADDITIONAL REQUIREMENTS

FIRE RATING TEST # STC RATING IIC RATING TEST #

UL DESIGN U340
NGC 2011003
(STC 53)

1 HR BARRIER MIN. 50 NOT RATED

(2) LAYERS 5/8" TYPE 'X' GYP. 
BD EA SIDE, U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

BATT INSULATION, FILL ENTIRE 
WALL CAVITY

2X4 STUD AT 16" O.C.,  REFER TO 
STRUCTURAL FOR ADDITIONAL 
REQUIREMENTS

NOTE: SEAL ALL PENETRATIONS, 
REFER TO 10/AD-1.0

FIRE RATING TEST # STC RATING IIC RATING TEST #
CBC TABLE 721.1(2)
DESIGN 14-1.5

NGC 2364 (STC
41)

2 HR BARRIER MIN. 40 NOT RATED

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

BATT INSULATION, FILL ENTIRE 
WALL CAVITY

2X4 STUD AT 16" O.C., STAGGERED, 
WITH 2X6 TOP AND BOTTOM 
PLATES,  REFER TO STRUCTURAL 
FOR ADDITIONAL REQUIREMENTS

FIRE RATING TEST # STC RATING IIC RATING TEST #

N/A
NGC 2011003
(STC 53)

NOT RATED MIN. 50 NOT RATED

NOTE: SEAL ALL PENETRATIONS, 
REFER TO  10/AD-1.0

(2) LAYERS 5/8" TYPE 'X' GYP. 
BD EA SIDE, U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

BATT INSULATION, FILL ENTIRE 
WALL CAVITY

2X6 STUD AT 16" O.C., 
STAGGERED, WITH 2X8 TOP 
AND BOTTOM PLATES,  REFER 
TO STRUCTURAL FOR 
ADDITIONAL REQUIREMENTS

FIRE RATING TEST # STC RATING IIC RATING TEST #

GA FILE WP 5530
NGC 2376 (STC
53)

2 HR BARRIER MIN. 50 NOT RATED

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

7/8" HAT CHANNEL AT 24" O.C. 
VERTICAL

CMU WALL, REFER TO 
STRUCTURAL, WITH WATER 
REPELLANT COATING BOTH 
SIDES 

NOTE: SEAL ALL 
PENETRATIONS, REFER TO  
10/AD-1.0

FIRE RATING TEST # STC RATING IIC RATING TEST #
CBC TABLE 721.1(2)
ITEM 3-1

N/A2 HR BARRIER NOT RATED NOT RATED

REFER TO FLOOR 
PLANS FOR ALTERNATE 
FINISH ASSEMBLIES 

CMU WALL, REFER TO 
STRUCTURAL, WITH 
WATER REPELLANT 
COATING BOTH SIDES 

NOTE: SEAL ALL 
PENETRATIONS, REFER TO  
10/AD-1.0

FIRE RATING TEST # STC RATING IIC RATING TEST #
CBC TABLE 721.1(2)
ITEM 3-1

N/A2 HR NOT RATED NOT RATED

5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

BATT INSULATION, FILL ENTIRE 
WALL CAVITY

3-5/8" MIN 20-GA METAL STUD AT 
16" O.C., REFER TO STRUCTURAL 
FOR ADDITIONAL REQUIREMENTS

FIRE RATING TEST # STC RATING IIC RATING TEST #

UL DESIGN V438
NGC 2016074
(STC 40)

1 HR MIN. 40 NOT RATED

NOTE: SEAL ALL PENETRATIONS, 
REFER TO  10/AD-1.0
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3" = 1'-0" W35INTERIOR WALL ASSEMBLY - 2X6 WOOD STUD 3" = 1'-0" W36
INTERIOR WALL ASSEMBLY - 2X6 WOOD STUD,
MIN. STC-50

3" = 1'-0" W20
INTERIOR WALL ASSEMBLY - 3-5/8" METAL
STUD

3" = 1'-0" W21
INTERIOR WALL ASSEMBLY - 3-5/8" METAL
STUD, STC-40

3" = 1'-0" W11
INTERIOR WALL ASSEMBLY - CMU WITH 7/8"
METAL STUD FURRING, 1 HR FIRE BARRIER

3" = 1'-0" W10INTERIOR WALL ASSEMBLY - CMU

3" = 1'-0" W22
INTERIOR WALL ASSEMBLY - 3-5/8" METAL
STUD, STC-56, 2 HR RATED FIRE BARRIER

3" = 1'-0" W23
INTERIOR WALL ASSEMBLY - METAL STUD
SHAFT WALL, STC-50, 2 HR FIRE BARRIER

3" = 1'-0" W12
INTERIOR WALL ASSEMBLY - CMU, 2 HR RATED
FIRE BARRIER

3" = 1'-0" W32
INTERIOR WALL ASSEMBLY - 2X4 WOOD STUD,
MIN. STC-50, 1 HR RATED FIRE BARRIER

3" = 1'-0" W37
INTERIOR WALL ASSEMBLY - 2X6 WOOD STUD,
STC-50, 1 HR RATED FIRE BARRIER

3" = 1'-0" W33
INTERIOR WALL ASSEMBLY - 2X4 WOOD STUD,
STC-41, 2 HR RATED FIRE BARRIER

3" = 1'-0" W31
INTERIOR WALL ASSEMBLY - 2X4 WOOD STUD,
MIN. STC-50

3" = 1'-0" W38
INTERIOR WALL ASSEMBLY - 2X6 WOOD STUD,
STC-50, 2 HR RATED FIRE BARRIER

3" = 1'-0" W13
INTERIOR WALL ASSEMBLY - CMU WITH 7/8"
METAL STUD FURRING, 1 HR FIRE BARRIER

3" = 1'-0" W14
INTERIOR WALL ASSEMBLY - CMU, 1 HR RATED
FIRE BARRIER

3" = 1'-0" W24
INTERIOR WALL ASSEMBLY - 3-5/8" METAL
STUD, STC-40, 1 HR RATED FIRE BARRIER
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5/8" TYPE 'X' GYP. BD U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

NOTE: WHERE PLYWOOD 
SHEATHING IS REQUIRED (REFER 
TO STRUCTURAL DRAWINGS) 
APPLY PLYWOOD DIRECTLY TO 
STUDS AND APPLY FINISH ON TOP 
OF PLYWOOD.

2X8 STUD AT 16" O.C., REFER TO 
STRUCTURAL FOR ADDITIONAL 
REQUIREMENTS

NOTE: SEAL ALL PENETRATIONS, 
REFER TO 10/AD-1.0

1 LAYER 5/8" TYPE 'X' GYP. BD OVER 
1 LAYER 5/8" SOUNDBREAK GYP. XP 
WALL BOARD EACH SIDE U.N.O.

REFER TO FLOOR PLANS FOR 
ALTERNATE FINISH ASSEMBLIES 

BATT INSULATION, FILL ENTIRE 
WALL CAVITY

NOTE: WHERE PLYWOOD SHEATHING 
IS REQUIRED (REFER TO 
STRUCTURAL DRAWINGS) APPLY 
PLYWOOD DIRECTLY TO STUDS AND 
APPLY FINISH ON TOP OF PLYWOOD.

2X8 STUD AT 16" O.C.,  REFER TO 
STRUCTURAL FOR ADDITIONAL 
REQUIREMENTS

NOTE: SEAL ALL PENETRATIONS, 
REFER TO 10/AD-1.0

FIRE RATING TEST # STC RATING IIC RATING TEST #
CBC TABLE 721.1(2)
DESIGN 14-1.5

NGC 2009017
(STC 45)

2 HR BARRIER MIN 45 NOT RATED
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@ STUD WALL - INTERIOR AT RESTROOM
TCNA DETAIL B426 MOISTURE RESISTANT GYP. BD.

CAULKING, TYP.

CERAMIC TILE WITH BULLNOSE AT TOP 
OF WAINSCOT WHERE OCCURS 

DRY-SET OR LATEX-PORTLAND 
CEMENT MORTAR BOND COAT

COATED GLASS MAT WATER-RESISTANT 
BACKER BOARD OR CEMENTITIOUS-COATED 
EXTRUDED FOAM BACKER BOARD, WITH 
THICKNESS AS REQUIRED FOR FLUSH FINISH 
SURFACE OF DIFFERENT TILE THICKNESSES. 
WHERE WALL ASSEMBLY IS NOT FIRE RATED, 
BOARD MAY SUBSTITUTE FOR GYPSUM BOARD.

WALL ASSEMBLY, REFER TO WALL TYPES 

REQUIREMENTS:
• SET TILE IN DRY-SET OR LATEX-PORTLAND CEMENT MORTAR.
• STUD SPACING - MAXIMUM 16" O.C. WITH BLOCKING AT ALL JOINTS, 

ENDS AND EDGES.
• MINIMUM RECOMMENDED STUD DEPTH IS 3-1/2".
• METAL STUDS SHALL BE 20 GAUGE (0.039") OR HEAVIER.

MATERIALS:
• COATED GLASS BACKER BOARD - ASTM C-1178.
• CEMENTITIOUS -COATED EXTRUDED FOAM BACKER BOARD - ASTM C578.
• 2" ALKALI-RESISTANT GLASS FIBER MESH TAPE.
• ALL FASTENERS SHALL BE NON-CORROSIVE AND NON-OXIDIZING.
• DRY-SET MORTAR - ANSI A118.1.
• LATEX-PORTLAND CEMENT MORTAR - ANSI A118.4.
• GROUT - ANSI A118.3, A118.6 OR A118.7.

PREPARATION BY BACKER UNIT INSTALLERS:
• 2" GLASS FIBER MESH TAPE - EMBED IN MATERIAL USED  TO SET TILES 

ON ALL JOINTS AND CORNERS THAT ARE TO RECEIVE TILE.  CAULK OR 
SEAL PENETRATIONS AND ABUTMENTS TO DISSIMILAR MATERIALS.

PREPARATION BY OTHER TRADES:
• MAXIMUM VARIATION IN THE BACKING SURFACE SHALL NOT 

EXCEED 1/4" IN 8'-0" FROM THE REQUIRED PLANE FOR TILES 
WITH ALL EDGES SHORTER THAN 15".

MOVEMENT JOINT: 
• MOVEMENT JOINTS MANDATORY IN ACCORDANCE WITH METHOD EJ171.

INSTALLATION SPECIFICATIONS: FOLLOW MANUFACTURERS' INSTRUCTIONS.
• TILE - ANSI A108.4 OR ANSI A108.5.
• CEMENTITIOUS GROUT - ANSI A108.10.

CERAMIC TILE

@ STUD WALL - INTERIOR
TCNA DETAIL W243

DRY-SET MORTAR, LATEX-PORTLAND 
CEMENT MORTAR, OR ORGANIC ADHESIVE  
BOND COAT

CERAMIC TILE

WALL ASSEMBLY, REFER TO WALL TYPES 

REQUIREMENTS:
• SET TILE IN DRY-SET OR LATEX-PORTLAND CEMENT MORTAR.
• STUD SPACING - MAXIMUM 16" O.C. WITH BLOCKING AT ALL JOINTS, 

ENDS AND EDGES.
• MINIMUM RECOMMENDED STUD DEPTH IS 3-1/2".
• METAL STUDS SHALL BE 20 GAUGE (0.039") OR HEAVIER.

MATERIALS:
• GYPSUM BOARD - ASTM C-1396/C1396M.
• ALL FASTENERS SHALL BE NON-CORROSIVE AND NON-OXIDIZING.
• DRY-SET MORTAR - ANSI A118.1.
• LATEX-PORTLAND CEMENT MORTAR - ANSI A118.4.
• ORGANIC ADHESIVE - ANSI A136.1 TYPE 1 OR TYPE 2 FOR DRY AREAS.
• GROUT - ANSI A118.3, A118.6 OR A118.7.

PREPARATION BY BACKER UNIT INSTALLERS:
• 2" GLASS FIBER MESH TAPE - EMBED IN MATERIAL USED  TO SET 

TILES ON ALL JOINTS AND CORNERS THAT ARE TO RECEIVE 
TILE.  CAULK OR SEAL PENETRATIONS AND ABUTMENTS TO 
DISSIMILAR MATERIALS.

PREPARATION BY OTHER TRADES:
• MAXIMUM VARIATION IN THE BACKING SURFACE SHALL NOT 

EXCEED 1/4" IN 8'-0" FROM THE REQUIRED PLANE FOR TILES 
WITH ALL EDGES SHORTER THAN 15".

MOVEMENT JOINT: 
• MOVEMENT JOINTS MANDATORY IN ACCORDANCE WITH METHOD EJ171.

INSTALLATION SPECIFICATIONS:
• FOLLOW MANUFACTURERS' INSTRUCTIONS.
• TILE - ANSI A108.4 OR ANSI A108.5.
• CEMENTITIOUS GROUT - ANSI A108.10.

GYPSUM BOARD PER WALL ASSEMBLY, 
INSTALLED IN COMPLIANCE WITH 
PREPARATION REQUIREMENTS BELOW

@ STUD WALL - INTERIOR AT BAR SINK BACKSPLASH
TCNA DETAIL W245

DRY-SET OR LATEX-PORTLAND 
CEMENT MORTAR BOND COAT

CERAMIC TILE

COATED GLASS MAT WATER-RESISTANT 
BACKER BOARD; WHERE WALL ASSEMBLY IS 
NOT FIRE RATED, IT MAY SUBSTITUTE FOR 
GYPSUM BOARD IN THE WALL ASSEMBLY.

WALL ASSEMBLY, REFER TO WALL TYPES 

REQUIREMENTS:
• SET TILE IN DRY-SET OR LATEX-PORTLAND CEMENT MORTAR.
• STUD SPACING - MAXIMUM 16" O.C. WITH BLOCKING AT ALL JOINTS, 

ENDS AND EDGES.
• MINIMUM RECOMMENDED STUD DEPTH IS 3-1/2".
• METAL STUDS SHALL BE 20 GAUGE (0.039") OR HEAVIER.

MATERIALS:
• COATED GLASS BACKER BOARD - ASTM C-1178.
• 2" ALKALI-RESISTANT GLASS FIBER MESH TAPE.
• ALL FASTENERS SHALL BE NON-CORROSIVE AND NON-OXIDIZING.
• DRY-SET MORTAR - ANSI A118.1.
• LATEX-PORTLAND CEMENT MORTAR - ANSI A118.4.
• GROUT - ANSI A118.3, A118.6 OR A118.7.

PREPARATION BY BACKER UNIT INSTALLERS:
• 2" GLASS FIBER MESH TAPE - EMBED IN MATERIAL USED  TO SET 

TILES ON ALL JOINTS AND CORNERS THAT ARE TO RECEIVE 
TILE.  CAULK OR SEAL PENETRATIONS AND ABUTMENTS TO 
DISSIMILAR MATERIALS.

PREPARATION BY OTHER TRADES:
• MAXIMUM VARIATION IN THE BACKING SURFACE SHALL NOT 

EXCEED 1/4" IN 8'-0" FROM THE REQUIRED PLANE FOR TILES 
WITH ALL EDGES SHORTER THAN 15".

MOVEMENT JOINT: 
• MOVEMENT JOINTS MANDATORY IN ACCORDANCE WITH METHOD EJ171.

INSTALLATION SPECIFICATIONS:
• FOLLOW MANUFACTURERS' INSTRUCTIONS.
• TILE - ANSI A108.4 OR ANSI A108.5.
• CEMENTITIOUS GROUT - ANSI A108.10.
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1-1/2" GYPCRETE

FLOORING, REFER TO FINISH SCHEDULE

SHEATHING, REFER TO STRUCTURAL

BATT ACOUSTIC INSULATION
3-1/2" MIN. THICKNESS

RESILIENT CHANNEL AT 16" O.C.

5/8" TYPE 'X' GYPSUM BOARD 

SOUND REDUCTION MAT

R
E

F.
 S

T
R

U
C

T
U

R
A

L

F
LO

O
R

 J
O

IS
T

FIRE RATING TEST # STC RATING IIC RATING TEST #

N/A
RAL-0T-03-0 AND
RAL-0T-03-10

N/A MIN. 60 MIN. 50

CEILING WHERE 
OCCURS, REFER TO 
FINISH SCHEDULE

STRUCTURAL REINFOCED 
CONCRETE SLAB, REFER TO 
STRUCTURAL

FLOORING, REFER TO FINISH 
SCHEDULE

FILLER, WHERE OCCURS, REFER 
TO STRUCTURAL

VAPOR REDUCTION SYSTEM

CEILING WHERE 
OCCURS, REFER TO 
FINISH SCHEDULE

FIRE RATING TEST # STC RATING IIC RATING TEST #
CBC TABLE 721.1(1),
ITEM 4-1.2

RAL-0T-03-0 AND
RAL-0T-03-10

3 HR MIN. 60 MIN. 50

STRUCTURAL REINFORCED 
CONCRETE FOUNDATION, 
REFER TO STRUCTURAL

VAPOR BARRIER, 

SEALED CONCRETE TOPPING SLAB, REFER TO 
STRUCTURAL, REFER TO SLAB PLAN FOR SLOPE

COMPACTED SAND FILL

SOIL, TOP 6" SCARIFIED AND COMPACTED TO 90% 
RELATIVE COMPACTION

 
 

6
"

CLASS II 
AGGREGATE 
BASE, 
COMPACTED TO 
95% RELATIVE 
COMPACTION, 
REFER TO 
STRUCTURAL

VAPOR REDUCTION SYSTEM

FLOORING, REFER TO FINISH SCHEDULE

STRUCTURAL REINFORCED 
CONCRETE FOUNDATION, 
REFER TO STRUCTURAL

VAPOR BARRIER

CLASS II 
AGGREGATE 
BASE, 
COMPACTED TO 
95% RELATIVE 
COMPACTION, 
REFER TO 
STRUCTURAL

TOPPING SLAB, REFER TO SLAB PLAN

COMPACTED SAND FILL

 
6"
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ROOF DIAPHRAGM SHEATHING, REFER TO STRUCTURAL

TWO-PIECE CLAY ROOF TILE, WITH WIRE ATTACHMENT AT THE HEAD OF EACH 
TILE.  SEE DETAIL X/XXX FOR WIRE TIE ATTACHMENT TO SUBSTRATE.

SELF-ADHERING, SELF-HEALING UNDERLAYMENT

RAFTER OR BEAM WHERE OCCURS, REFER TO STRUCTURAL

LAP

3" MIN.
TWO LAYERS OF 1-1/2" POLYISO RIGID INSULATION 
WITH SEAMS STAGGERED AND FULLY TAPED 3" MIN. 
THICKNESS.

CLASS 'A' ROOF ASSEMBLY

3/4" PLYWOOD NAILING DECK, REFER TO DETAIL __ FOR FASTENING

SIMPSON SDS25200 
SCREWS TO EACH JOISTS 
@ 16" O.C.

2 #12 X 1-1/2" SHEET METAL 
SCREWS Z CLIP AT EACH 
PLYWOOD PANEL @ 16" O.C.

16 GUAGE CONTINUOUS Z-
CLIP @ 4' O.C.

EQ
EQ

CL

ALIGN Z-CLIP TO TWO-PIECE 
CLAR ROOF TILE OVERLAP

MECHANICALLY ATTACHED KEE SINGLE PLY 
ROOFING

PLYWOOD SHEATHING, REFER TO 
STRUCTURAL

1/2" GLASS-FACED GYPSUM COVER 
BOARD, REFER TO DETAIL _____ 
FOR FASTENER PATTERN

POLYISO RIGID INSULATION, MINIMUM TWO 
LAYERS WITH SEAMS STAGGERED AND FULLY 
TAPED, SLOPE TOP LAYER AS REQUIRED TO 
ACHIEVE CRICKET PER PLAN. MIN. 3" TOTAL 
THICKNESS.

WOOD JOISTS, REFER TO STRUCTURAL

5/8" GYP. BOARD AT UNDERSIDE OF 
STRUCTURE

CONCRETE PLAZA DECK SYSTEM PAVER 

CONCRETE DECK, REFER 
TO STRUCTURAL

POLYISO RIGID INSULATION W/ 
SEAMS FULLY TAPED, SLOPED PER 
PLAN (MIN. 3/8" PER FOOT,) FULLY 
ADHERED TO DECK

PLAZA DECK PEDESTAL AT 24" O.C.

LEVELING SHIMS AS REQUIRED

PROTECTION COURSE

HOT FLUID-APPLIED WATERPROOFING 
WITH REINFORCING FABRIC

1/2" GLASS FACED GYPSUM COVER 
BOARD, FULLY ADHERED, PRIMED, 
TAPE SEAMS

DRAINAGE BOARD

1'
 - 

1 
3/

4"

PORCELAIN PLAZA DECK SYSTEM PAVER

PLYWOOD SHEATHING, REFER TO STRUCT.

POLYISO RIGID INSULATION, MIN. TWO 
LAYERS W/ SEAMS STAGGERED AND FULLY 
TAPED, SLOPE TOP LAYER PER PLAN (MIN. 
3/8" PER FOOT)

1/2" GLASS FACED GYPSUM COVER 
BOARD, PRIMED, TAPE SEAMS, 
MECHANICALLY ATTACHED (REFER TO 
____)

PLAZA DECK PEDESTAL AT 24" O.C.

LEVELING SHIMS AS REQUIRED 

HOT FLUID-APPLIED WATERPROOFING 
WITH REINFORCING FABRIC

PROTECTION COURSE

DRAINAGE BOARD 

11
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WOOD JOISTS, REFER TO STRUCTURAL

WHERE ROOF FRAMING IS VISIBLE FROM OCCUPIED SPACE BELOW, 
PROVIDE 5/8" GYP. BOARD AT UNDERSIDE OF STRUCTURE
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FIRE RATED WALL PER PLAN

HANDLE OR OPERABLE PART

SEMI-RECESSED FIRE RATED F.E.C. 
(LARSEN'S VERTICAL DUO CLR. W/ 
FLAME SHIELD OR APPROVED EQUAL) 
W/ ROLLED EDGE TRIM

DOUBLE WALL CONSTRUCTION 
& 5/8" TYPE 'X' GYP. BD

SECURE F.E.C. TO STUD FRAMING PER 
MANUFACTURER RECOMMENDATIONS 
AND REQUIREMENTS

WOOD STUDS, EACH SIDE

PROVIDE EXTRA LAYER OF TYPE 
'X' GYP BD. AT WALLS WITH FIRE 
RATINGS OR ACOUSTIC RATINGS

M
A

X
. 4

8"
 T

O
 A

LL

O
P

E
R

A
B

LE
 P

A
R

T
S

TYPE A FIRE EXTINGUISHER, U.O.N.
4" MAX.HANDLE OR OPERABLE PART

FIRE EXTINGUISHER BRACKET 
WITH ATTACHMENT TO CMU 
WALL PER MANUFACTURER 
RECOMMENDATIONS AND 
REQUIREMENTS

M
A

X
. 4

8"
 T

O
 A

LL

O
P

E
R

A
B

LE
 P

A
R

T
S

TYPE A FIRE EXTINGUISHER, 
U.N.O.

SYSTEM NO. W-L-1001
F RATING - 1 AND 2 HOUR

T RATING - 0 HOUR

3B A

A
2

3A 1A 3B

1B

SECTION A-A

WALL ASSEMBLY - THE 1 OR 2 HR. FIRE RATED GYPSUM BOARD / STUD WALL ASSEMBLY SHALL BE 
CONSTRUCTED OF THE MATERIALS AND IN THE MANNER DESCRIBED IN THE INDIVIDUAL U300 OR 
U400 SERIES WALL OR PARTITION DESIGN IN THE UL FIRE RESISTANCE DIRECTORY AND SHALL 
INCLUDE THE FOLLOWING CONSTRUCTION FEATURES:

A. STUDS - WALL FRAMING MAY CONSIST OF EITHER WOOD STUDS OR STEEL 
CHANNEL STUDS. WOOD STUDS TO CONSIST OF NOM 2 BY 4 IN. LUMBER MINIMUM, 
SPACED 16" O.C. WITH 2 BY 4 IN. LUMBER END PLATES AND CROSS BRACES. STEEL 
STUDS SHALL BE MIN. 3-5/8" WIDE BY 1-3/8" DEEP CHANNELS SPACED MAX. 24" O.C.

B. WALLBOARD, GYPSUM* - NOM 5/8" THICK, 4 FT. WIDE WITH SQUARE OR TAPERED 
EDGES. THE GYPSUM BOARD TYPE, THICKNESS, NUMBER OF LAYERS, FASTENER 
TYPE AND SHEET ORIENTATION SHALL BE AS SPECIFIED IN THE INDIVIDUAL U300 
OR U400 SERIES DESIGN IN THE UL FIRE RESISTANCE DIRECTORY. MAX. 
ALLOWABLE DIA. OF OPENING IS 26".

THROUGH PENETRANT: A MAX OF ONE PIPE OR CONDUIT IS PERMITTED IN THE FIRE STOP 
SYSTEM. THE ANNULAR SPACE BETWEEN THE PIPE OR CONDUIT AND THE CIRCULAR CUTOUT IN 
THE GYPSUM BOARD LAYERS ON EACH SIDE OF THE WALL SHALL BE MIN. 1/4" TO MAX. 3/8", PIPE 
OR CONDUIT TO BE INSTALLED NEAR CENTER OF STUD CAVITY AND TO BE RIGIDLY SUPPORTED 
ON BOTH SIDES OF WALL ASSEMBLY.

A. STEEL PIPE: NOM. 24" DIA. (OR SMALLER) SCHEDULE 10 (OR HEAVIER) 

B. CAST IRON PIPE: NOM. 24" (OR SMALLER) SERVICE WEIGHT (OR HEAVIER) CAST 
IRON SOIL PIPE

C. CONDUIT: NOM. 6" DIA. (OR SMALLER) STEEL CONDUIT OR NOM. 4" DIA. (OR 
SMALLER) STEEL EMT

D. COPPER TUBING: NOM. 6" DIA. (OR SMALLER) TYPE L (OR HEAVIER) COPPER 
TUBING

E. COPPER PIPE: NOM. 6" DIA. (OR SMALLER) REGULAR (OR HEAVIER) COPPER PIPE.  

FIRESTOP SYSTEM - INSTALLED SYMMETRICALLY ON BOTH SIDES OF WALL ASSEMBLY. THE 
HOURLY F RATING OF THE FIRE STOP SYSTEM MUST BE EQUAL TO THE HOURLY FIRE RATING OF 
THE WALL ASSEMBLY IN WHICH IT IS INSTALLED.  THE DETAILS OF THE FIRE STOP SYSTEM SHALL 
BE AS FOLLOWS.

A. FILL, VOID OR CAVITY MATERIALS * - WRAP STRIP - NOM 1/4" THICK INTUMESCENT 
ELASTOMETRIC MATERIAL FACED ON ONE SIDE WITH ALUMINUM FOIL, SUPPLIED IN 2" WIDE 
STRIPS. NOM, 2" WIDE STRIP TIGHTLY WRAPPED AROUND PIPE CONDUIT WITH SEAM 
BUTTED. WRAP STRIP LAYER SECURELY BOUND WITH STEEL WIRE OR ALUMINUM FOIL 
TAPE AND SLID INTO ANNULAR SPACE APPROX. 1-1/4" SUCH THAT APPROX.  3/4" OF THE 
WRAP STRIP WIDTH PROTRUDES FROM THE WALL SURFACE. ONE LAYER OF WRAP STRIP 
IS REQUIRED. MINNESOTA MINING & MFG. CO. - TYPE FS - 195+

B. FILL, VOID OR CAVITY MATERIALS - BASIS OF DESIGN CP 25 WB+ CAULK BY 3M. 
CONTINUOUS BEAD APPLIED TO THE WRAP STRIP/WALL INTERFACE AND TO THE EXPOSED 
EDGE OF THE WRAP STRIP LAYER APPROX. 3/4" FROM THE WALL SURFACE.  
a. MIN. 5/8" THICK FOR 1 HR RATED WALLS'
b. MIN. 1-1/4" THICK FOR 2 HR RATED WALLS 

* BEARING THE UL CLASSIFICATION MARKING

1.

2.

3.

SYSTEM NO. F-A-1042
F RATING - 3 HOUR

T RATING - 3 HOUR

FLOOR ASSEMBLY - MIN 4-1/2" THICK REINFORCED LIGHTWEIGHT OR NORMAL WEIGHT (100-150 
PCF) CONCRETE

FIRESTOP DEVICE: CAST IN PLACE FIRESTOP DEVICE PERMANENTLY EMBEDDED DURING 
CONCRETE PLACEMENT OR GROUTED IN CONCRETE ASSEMBLY IN ACCORDANCE WITH 
ACCOMPANYING INSTALLATION INSTRUCTIONS.  THE DEVICE MAY PROJECT UP TO A MAX 3-1/2" 
ABOVE TOP SURFACE OF FLOOR OR MUST BE TRIMMED FLUSH WITH TOP SURFACE OF FLOOR, 
DEPENDENT ON THE TYPE AND SIZE OF PENETRANT AS SHOWN IN ITEM 3. BASIS OF DESIGN 3M 
COMPANY - FIRE BARRIER CAST-IN DEVICE 2MCID, 3MCID, 4MCID.

THROUGH PENETRANT: ONE METALLIC PIPE, TUBING, OR CONDUIT INSTALLED WITHIN THE FIRE 
STOP SYSTEM. PIPE OR CONDUIT TO BE RIGIDLY SUPPORTED ON BOTH SIDES OF FLOOR 
ASSEMBLY. THE NOMINAL PIPE OR CONDUIT SIZE SHALL MATCH THE NOMINAL SIZE OF THE 
FIRESTOP DEVICE WITH THE EXCEPTION THAT BOTH NOMINAL 1-1/2" AND 2" PIPES OR CONDUITS 
ARE SUITABLE FOR USE WITH THE NOMINAL 2" DEVICE.  THE FOLLOWING TYPES OF METALLIC 
PIPES OR CONDUITS MAY BE USED:

A. STEEL PIPE: SCHEDULE 10 (OR HEAVIER) STEEL PIPE

B. IRON PIPE: CAST IRON OR DUCTILE IRON PIPE

C. CONDUIT: STEEL CONDUIT OR STEEL ELECTRICAL METALLIC TUBING

D. COPPER TUBING: TYPE L (OR HEAVIER) COPPER TUBING

E. COPPER PIPE: REGULAR (OR HEAVIER) COPPER PIPE

1.

2.

3.

31

2

NOM. PENETRANT 
SIZE, INCHES

1-1/2, 2

PENETRANT 
TYPE

FLUSH 
DEVICE

EXTENDED 
DEVICE

PACKING MATERIAL 
OR PUTTY

F-RATING
HOURS

T-RATING
HOURS

A, B, C NO YES YES 3 3

1-1/2, 2 A, B, C YES YES NO 3 1/2

1-1/2, 2 D, E NO YES YES 3 1/4

1-1/2, 2 D, E NO YES 3 0

3 A, B, C NO YES YES 3 2-1/4

3 A, B, C NO 3 1/2

3, 4 B NO YES NO 3 1

3, 4 D, E YES 3 0

4 A, B NO 3 1/2

4 C YES 3 1/4

YES

YES

YES

YES

YES

NO

NO

NO

NO

PACKING MATERIAL (NOT SHOWN): MIN 2" THICK OF MIN 4 PCF MINERAL WOOL BATT INSULATION 
SHALL BE TIGHTLY PACKED WITHIN THE FIRESTOP DEVICE AROUND THE PENETRANT, FLUSH WITH 
THE TOP SURFACE OF FLOOR, WHERE INDICATED IN TABLE AT RIGHT.

FILL, VOID, OR CAVITY MATERIALS - PUTTY (NOT SHOWN): AS AN ALTERNATE TO THE PACKING 
MATERIAL (ITEM 4,) A MIN 1" THICKNESS OF PUTTY MAY BE INSTALLED WITHIN THE FIRESTOP 
DEVICE AROUND THE PENETRANT, FLUSH WITH THE TOP SURFACE OF FLOOR FOR ALL NOMINAL 
3" AND 4" DIAMETER PENETRANTS.

FILL, VOID, OR CAVITY MATERIALS - SEALANT (OPTIONAL, NOT SHOWN): FOR W RATING, A MIN. 1/4" 
BEAD OF SEALANT IS REQUIRED AT THE DEVICE/CONCRETE INTERFACE ON THE TOP SURFACE OF 
THE FLOOR.  WHEN NOMINAL 1-1/2" DIAMETER PIPE IS INSTALLED IN NOMINAL 2" DIAMETER 
DEVICE, A MIN. 1/4" DEPTH OF SEALANT ATOP A NOMINAL 2" DEPTH OF PACKING MATERIAL IS 
REQUIRED IN THE ANNULAR SPACE BETWEEN THE PIPE AND THE INSIDE OF THE DEVICE TO 
ATTAIN THE W AND L RATINGS.

4.

5.

6.

FLOOR OR WALL ASSEMBLY - MIN 2-1/2" THICK LIGHTWEIGHT OR NORMAL WEIGHT (100-150 PCF) 
CONCRETE. WHEN CONFIGURATION A IS USED OR WHEN CONFIGURATION B IS USED IN 
CONJUNCTION W/ THE STEEL SLEEVE (ITEM 1a), FLOOR MAY BE CONSTRUCTED OF ANY UL 
CLASSIFIED CONCRETE BLOCK. MAX DIAM OF CIRCULAR THROUGH OPENING IS 10 IN.

STEEL SLEEVE - (OPTIONAL) - NOM 10 IN. DIAM. (OR SMALLER) SCHEDULE 10 (OR HEAVIER) STEEL 
PIPE SLEEVE CAST INTO CONCRETE FLOOR OR WALL. SLEEVE TO BE FLUSH WITH OR PROJECT MAX. 
2 IN. FROM TOP SURFACE OF FLOOR OR FROM BOTH SURFACES OF WALL. AS AN ALTERNATE, NOM 
10 IN. DIAM (OR SMALLER) SLEEVE FABRICATED FROM NOM 0.019 IN. THICK GALV STEEL CAST 
GROUNDED INTO FLOOR OR WALL ASSEMBLY FLUSH WITH FLOOR OR WALL SURFACES.

THROUGH PENETRANT - ONE METALLIC PIPE, TUBING, OR CONDUIT TO BE INSTALLED EITHER 
CONCENTRICALLY OR ECCENTRICALLY WITHIN THE FIRESTOP SYSTEM. MAX ANNULAR SPACE 
BETWEEN PIPE, CONDUIT OR TUBING AND EDGE OF THROUGH OPENING NOT TO BE EXCEED 1-3/8" 
IN. MIN ANNULAR SPACE BETWEEN PIPE OR CONDUIT AND EDGE OF THROUGH OPENING IS 0 IN. 
(POINT OF CONTACT).PIPE, CONDUIT OR TUBING TO BE RIGIDLY SUPPORTED ON BOTH SIDES OF 
FLOOR OR WALL ASSEMBLY.  THE FOLLOWING TYPES AND SIZES OF METALLIC PIPES, CONDUITS OR 
TUBING MAY BE USED:

A. STEEL PIPE: NOM 8 IN. DIAM (OR SMALLER) SCHEDULE 10 (OR HEAVIER) STEEL PIPE

B. CONDUIT: NOM 6 IN. DIAM (OR SMALLER) RIGID STEEL CONDUIT 

C. CONDUIT: NOM 4 IN. DIAM (OR SMALLER) STEEL ELECTRICAL METALLIC TUBING

D. IRON PIPE: NOM 4 IN DIAM (OR SMALLER) CAST OR DUCTILE IRON PIPE

E. COPPER TUBING: NOM 6 IN. DIAM (OR SMALLER) TYPE L (OR HEAVIER) COPPER TUBE

F. COPPER PIPE: NOM 6IN. DIAM (OR SMALLER)  REGULAR (OR HEAVIER) COPPER PIPE

FIRESTOP CONFIGURATION A

PACKING MATERIAL - MIN 1" THICKNESS OF TIGHTLY-PACKED MINERAL WOOL BATT INSULATION 
USED AS A PERMANENT FORM. PACKING MATERIAL TO BE RECESSED FROM TOP OF BOTTOM 
SURFACE OF FLOOR OR FROM EITHER SURFACE OF SOLID CONCRETE WALL AS REQUIRED TO 
ACCOMMODATE THE REQUIRED THICKNESS OF CAULK FILL MATERIAL (ITEM 4). WHEN WALL IS 
CONSTRUCTED OF CONCRETE BLOCK, PACKING MATERIAL IS TO BE INSTALLED ON BOTH SIDES OF 
WALL ASSEMBLY. WHEN PRECAST HOLLOW CORE FLOOR IS USED, PACKING MATERIAL MUST BE 
INSTALLED ON BOTTOM SURFACE OF FLOOR.

FILL, VOID, OR CAVITY MATERIALS - CAULK OR SEAL - APPLIED TO FILL THE ANNULAR SPACE TO A 
MIN DEPTH OF 1/2" FLUSH WITH THE TOP OR BOTTOM SURFACES OF THE FLOOR OR EITHER SURFACE 
OF THE SOLID CONCRETE WALL. A MIN 1/4" DIAM. BEAD OF CAULK SHALL BE APPLIED TO TECH FLOOR 
OR WALL SURFACE WHERE THE PIPE, CONDUIT OR EMT IS INSTALLED IN POINT CONTACT WITH THE 
EDGE OF THE THROUGH OPENING. WHEN WALL IS CONSTRUCTED OF CONCRETE BLOCK, CAULK TO 
BE INSTALLED SYMMETRICALLY ON BOTH SIDES OF WALL ASSEMBLY. WHEN PRECAST HOLLOW CORE 
FLOOR IS USED, CAULK FILL MATERIAL MUST BE INSTALLED ON BOTTOM SURFACE OF FLOOR. 
3M COMPANY - CP 25WP+ OR FB-3000 WT.
(NOTE: W RATING APPLIES ONLY WHEN FB-3000 WT IS USED FLUSH WITH THE TOP SURFACE OF 
FLOOR.)

4.

F RATING - 2HR

T RATING - 0 HR

W RATING - CLASS 1 

(SEE ITEM 4)

1.

1A.

2.

3.

FIRESTOP CONFIGURATION B

PACKING MATERIAL - POLYTHENE BACKER ROD OR NOM 1" THICKNESS OF TIGHTLY-PACKET MINERAL 
WOOL BATT INSULATION FIRMLY PACKET INTO OPENING AS A PERMANENT FORM. PACKING  MATERIAL 
TO BE RECESSED MIN 1/2" FROM TOP SURFACE OF FLOOR OR FROM BOTH SURFACES OF WALL AS 
REQUIRED TO ACCOMMODATE THE REQUIRED THICKNESS OF CAULK FILL MATERIAL (ITEM 4).

FILL, VOID, OR CAVITY MATERIALS - CAULK OR SEAL - APPLIED TO FILL THE ANNULAR SPACE TO A MIN 
DEPTH OF 1/2" FLUSH WITH THE TOP SURFACE OF THE FLOOR OR BOTH SURFACES OF TECH WALL. A 
MIN 1/4" DIAM. BEAD OF CAULK SHALL BE APPLIED TO THE FLOOR OR WALL SURFACE WHERE THE 
PIPE, CONDUIT OR EMT IS INSTALLED IN POINT CONTACT WITH THE EDGE OF THE THROUGH OPENING. 
3M COMPANY - CP 25WP+ OR FB-3000 WT.
(NOTE: W RATING APPLIES ONLY WHEN FB-3000 WT IS USED.)

3.

4.

FIRESTOP CONFIGURATION A
1

2 4 3

A

A

4

1A

2

FIRESTOP CONFIGURATION B
1

2 3

A

A

4

1A

2

4

SECTION A-A SECTION A-A

INDICATED SUCH PRODUCTS SHALL BEAR THE UL OR CUL CERTIFICATION MARK FOR 

JURISDICTIONS EMPLOYING THE UL OR CUL CERTIFICATION (SUCH AS CANADA), RESPECTIVELY.
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3" = 1'-0" F.E.C AT FRAMED WALL 153" = 1'-0" F.E. AT CMU WALL 14

3" = 1'-0"FIRE-STOP AT 1 HR OR 2 HR RATED FRAMED WALL 103" = 1'-0"FIRE-STOP AT 3 HR RATED CONCRETE FLOOR 8

3" = 1'-0"FIRE-STOP AT 1 HR OR 2 HR RATED CMU WALL 18
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BENTONITE  SHEET 
WATERPROOFING  
MEMBRANE, CONTINUOUS TO 
UNDERSIDE OF MAT SLAB

NOTE:
1. REFER TO STRUCTURAL 

DRAWINGS FOR ADDITIONAL 
INFORMATION

CONCRETE SLAB 
OVER SAND, REFER 
TO STRUCTURAL

GROUND FLOOR 
0'-0"

REINFORCED CONCRETE 
FOUNDATION, REFER TO 
STRUCTURAL DRAWINGS

E
LE

V
A

T
O

R
 P

IT
 D

E
P

T
H

, R
E

FE
R

 T
O

 S
LA

B
 P

LA
N

BASE MATERIAL OVER 
PREPARED SUBGRADE, 
REFER TO STRUCTURAL

VAPOR BARRIER, 
REFER TO 
STRUCTURAL

CMU WALL PER PLAN, REFER 
TO STRUCTURAL

PROTECTION MAT

DRAINAGE BOARD

CONTINUOUS WATERSTOP

COLD FLUID-APPLIED ELASTOMERIC 
WATERPROOFING MEMBRANE, 
CONTINUE TO TOP OF WEEP SCREED

REINFORCED CONCRETE MAT 
FOUNDATION, REFER TO 
STRUCTURAL

4" PERF. PVC 
DRAIN PIPE, 
CONNECT TO 
STORM DRAIN 
SYSTEM

FILTER FABRIC

GRAVEL BED 
WRAPPED IN 
FILTER FABRIC

VAPOR BARRIER, TURN UP SIDES OF MAT SLAB

C.J. WITH SEALANT, 
TYP. BOTH SIDES

TRAFFIC RATED TRENCH DRAIN

#4 AT 16" O.C.

T
H

IC
K

N
E

S
S

"T
" 

=
 S

LA
B

"T"

1" DIA. X 18" LONG 
SMOOTH DOWEL 

AT 18" O.C AT 
CONCRETE.

#4 CONT.
TYP. (4)

0'
 -

 7
"

CONCRETE SLAB, 
REFER TO CIVIL

CARPET, 1/2" MAX. PILE THICKNESS

RESILIENT TILE FLOORING

TRANSITION STRIP

M
A

X
.

0'
 - 

0 
1/

4"

SMOOTH TROWELED CONCRETE

RESILIENT TILE FLOORING

TRANSITION STRIP

1/
2"

 M
A

X
.

PORCELAIN TILE

RESILIENT TILE FLOORING

TRANSITION STRIP

1/
2"

 M
A

X
.
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FOUNDATION
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Author
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SANTA BARBARA, CA

93101

1 1/2" = 1'-0" 15ELEVATOR PIT WATERPROOFING

3" = 1'-0" 5
FOUNDATION WATERPROOFING AND
DRAINAGE AT MAT SLAB

1 1/2" = 1'-0" 4TRENCH DRAIN6" = 1'-0" 1
TRANSITION AT RESILIENT FLOORING
TO CARPET

6" = 1'-0" 3
TRANSITION AT RESILIENT FLOORING
TO CONCRETE

6" = 1'-0" 2
TRANSITION AT RESILIENT FLOORING
TO TILE
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4X8 ACCOYA @ 24" O.C.

4X6 ACCOYA @ 16" O.C.
REFER TO DETAIL 4

BEAM, REFER TO 
STRUCTURAL

CMU WALL PER 
PLAN, REFER TO 
STRUCTURAL

GALV. CLIPS

GALV. COLUMN CAP

GALV. CLIPS

4X8 ACCOYA @ 24" 
O.C.

4X6 ACCOYA @ 16" 
O.C., REFER TO DETAIL 
4

BEAM, REFER TO 
STRUCTURAL

COLUMN, REFER TO 
STRUCTURAL

GALV. CLIPS

GALV. POST CAP, 
REFER TO 
STRUCTURAL

GALV. CLIPS

3/16" MAX. GAP
REFER TO 
STRUCTURAL FOR 
CONNECTION DETAILS

REFER TO 4/AD-7.4 
FOR PLAZA DECK AND 
WATERPROOFING

4X8 ACCOYA @ 24" 
O.C.

4X6 ACCOYA @ 16" 
O.C.  REFER TO DETAIL 
4

BEAM, REFER TO 
STRUCTURAL

COLUMN, REFER TO 
STRUCTURAL

GALV. CLIPS

GALV. POST CAP, 
REFER TO 
STRUCTURAL

GALV. CLIPS

3/16" MAX. GAP
REFER TO 
STRUCTURAL FOR 
CONNECTION DETAILS

REFER TO 15/AD-7.5 
FOR PLAZA DECK AND 
WATERPROOFING

1
6
" 

O
.C

. 
T

Y
P

.

24" O.C. TYP.
4X6 ACCOYA @ 
16" O.C. 

1'
 - 

9 
1/

4"

1' - 0" 1' - 0"

0'
 - 

3 
1/

4"

4X8 ACCOYA @ 
16" O.C. 

BEAM, REFER TO 
STRUCTURAL

PLAN VIEW

TILE FLOOR 
PER 
HORIZONTAL 
ASSEMBLIES

ANCHOR LOCKER TO 
CURB  AS 
RECOMMENDED BY 
MANUFACTURERANCHORAGE 

@ 32" O.C., 
PER 5/AD-1.8.1

WALL ASSEMBLY, REFER 
TO WALL TYPES

PER PLAN

LOCKER DEPTH

2x6 STUDS 
ON END

2x6 SLEEPER 24" 
O.C.

FLOOR PER 
STRUCTURAL

4" COVE BASE

HEADRAIL BRACE OVERHEAD

WALL FINISH PER PLAN

CONT. METAL BRACKET PER MFR. -
ATTACH TO BLKG. W/ 1/4" 
VANDALPROOF LAG SCREWS - 2" 
MIN. EMBEDMENT TO BLKG.@ WALL@ FLOOR

STILE AND WALL POST FOR TOILET PARTITION

SHOE

LEVELING NUT AND WASHER, TYP.

THREADED ROD, W/ EXPANSION BOLT AS REQ. 
FOR SUBSTRATE TYP.

FLOOR FINISH PER INTERIOR FINISH SCHEDULE

3/8" DIA. HILTI KWIK BOLT  II EXPANSION ANCHORS 3 
1/2" MIN. EMBED. (ICC ESR - 1355) OR AS 
RECOMMENDED BY MANUFACTURER

FLOOR ASSEMBLY

INSTALL CONT. BACKING AT PARTITION
WALL PANEL - ATTACH TO BRACKET 
W/ VANDALPROOF FASTENERS PER 
MFR.
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1 1/2" = 1'-0" 1TRELLIS BASE AT TOP OF CMU WALL

1 1/2" = 1'-0" 2
TRELLIS AT PLAZA DECK ON CONC.
FLOOR

1 1/2" = 1'-0" 3
TRELLIS AT PLAZA DECK ON WOOD
FRAME FLOOR

1/2" = 1'-0" 4TYPICAL TRELLIS SPACING 1 1/2" = 1'-0" 5LOCKER CURB

3" = 1'-0"TOILET PARTITION ANCHORAGE 10
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810-05-010

GALVANIZED SHEET 
METAL CONTROL 
JOINT

2X8 STUD EACH 
SIDE OF CONTROL 
JOINT

WALL PER PLAN

EXT.INT.

GALVANIZED SHEET 
METAL CONTROL JOINT

WALL PER PLAN

FLEXIBLE FLASHING @
CORNER

WALL TYPE PER PLAN

GALVANIZED SHEET METAL 
CONTROL JOINT

SHEATHING PER WALL TYPE

EXTERIOR PLASTER O/ METAL LATH 
O/ WEATHER BARRIER
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3" = 1'-0" 
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3" = 1'-0" 
PLASTER CONTROL JOINT @ INSIDE
CORNER

93" = 1'-0" 
VERTICAL PLASTER CONTROL
JOINTS

8
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CMU WALL PER PLAN, 
REFER TO STRUCTURAL

NATURAL STONE VENEER 
PER WALL TYPE

PROTECTION MAT

DRAINAGE BOARD

POLYURETHANE SEALANT

COLD FLUID-APPLIED 
ELASTOMERIC 
WATERPROOFING MEMBRANE, 
CONTINUE TO TOP OF WEEP 
SCREED

GALV. 'J' WEEP SCREED

1"
 M

IN
.

TERMINATION BAR
GRADE

REINFORCING STEEL, REFER TO 
STRUCTURAL

1

CONC. TOPPING SLAB

1/2" ISOLATION JOINT WITH JOINT 
FILLER AND SEALANT, TYP.

CMU OR CONCRETE WALL OR 
COLUMN, WHERE OCCURS, REFER 
TO STRUCTURAL FOR REINFORCING

SAND LEVELING 
LAYER

REINFORCED CONC. 
MAT SLAB, REFER TO 
STRUCTURAL

3" WIDE, 1/4" THICK 
STEEL BENT PLATE 
SUPPORT, SPACED 
VERTICALLY @ 36" 
O.C.

TYP.
3/16"

3/8" LAG SCREW, 
(3) PER BRACKET 
SPACED 6" O.C., 
MIN. 1/4" 
PENETRATION 
THROUGH 
BACKING

LADDER, REFER 
TO DETAIL 9 / -

WALL PER PLAN

4X6 BACKING

PLAN VIEW:

NOTE: ALL LADDER COMPONENTS HOT DIPPED
GALVANIZED @ EXT. CONDITIONS.

8 1/4"

7" MIN. CLR.

CMU WALL PER PLAN, REFER 
TO STRUCTURAL

PLASTER FINISH ASSEMBLY WITH 
INSULATION, PER WALL TYPES

PROTECTION MAT

DRAINAGE BOARD

POLYURETHANE SEALANT

1"
 M

IN
.

PERFORATED 'J' FLASHING

GALV. 'J' WEEP SCREED

TERMINATION BAR

COLD FLUID-APPLIED 
ELASTOMERIC WATERPROOFING 
MEMBRANE, CONTINUE TO TOP 
OF WEEP SCREED

GRADE

REINFORCING STEEL, 
REFER TO STRUCTURAL

1

CMU WALL PER PLAN, REFER 
TO STRUCTURAL

PLASTER FINISH ASSEMBLY 
WITH INSULATION, PER WALL 
TYPES

PROTECTION MAT

DRAINAGE BOARD

POLYURETHANE SEALANT

1"
 M

IN
.

PERFORATED 'J' FLASHING

GALV. 'J' WEEP SCREED

TERMINATION BAR

COLD FLUID-APPLIED 
ELASTOMERIC 
WATERPROOFING MEMBRANE

GALV. FLASHING W/ HEMMED 
EDGE, LAPPED OVER 
WATERPROOFING, SET IN 
SEALANT

REINFORCING STEEL, 
REFER TO STRUCTURAL

1

REINFORCED 
CONCRETE 
DECK, REFER 
TO 
STRUCTURAL

FRAMED WALL 
PER PLAN, REFER 
TO STRUCTURAL

PROTECTION MAT

DRAINAGE BOARD

POLYURETHANE 
SEALANT

1"
 M

IN
.

PERFORATED 'J' 
FLASHING

GALV. 'J' WEEP 
SCREED

TERMINATION BAR

COLD FLUID-
APPLIED 
ELASTOMERIC 
WATERPROOFING 
MEMBRANE

GALV. FLASHING W/ 
HEMMED EDGE, 
LAPPED OVER 
WATERPROOFING, 
SET IN SEALANT

FLOORING 
PER FINISH 
SCHEDULE

CLOSED CELL FOAM 
SILL GASKET, SET IN 
TWO BEADS OF 
SEALANT TOP AND 
BOTTOM

REINFORCING 
STEEL, REFER TO 
STRUCTURAL

1

REINFORCED 
CONCRETE 
DECK, REFER TO 
STRUCTURAL

WALL PER PLAN

GALV. 'J' WEEP 

1/4" DRAINAGE 
GAP LEVEL 1

2
"

1
 5

/8
"

1 3/4"

FILTER FABRIC 
AND WEATHER 
BARRIER, LAP 
OVER FLASHING

GALV. 
FLASHING

FLOORING PER 
FINISH SCHEDULE

GFRC WATER 
TABLE WITH 
DRIP EDGE

WALL PER PLAN

EXT. WALL 
PER PLANCONCRETE 

DECK OR WOOD 
FLOOR FRAMING 
WHERE 
OCCURS, REFER 
TO STRUCTURAL

FLOORING PER 
FINISH SCHEDULE

GALVANIZED 
SHEET METAL 
CONTROL JOINT, 
REFER TO 
ELEVATIONS FOR 
LOCATIONS

LATH, 
DISCONTINUOUS 
AT JOINT

BUTT JOINT OF 
EPS INSULATION  
TO MINERAL FIBER 
INSULATION.  Z-
GIRTS 
DISCONTINUOUS 
AT JOINT.

WALL PER PLAN

GALV. 'J' WEEP 

1/4" GAP

LEVEL 1

2
"

1
 5

/8
"

1"

GFRC WATER 
TABLE WITH 
DRIP EDGE

WALL PER PLAN

REINFORCED 
CONCRETE DECK 
REFER TO 
STRUCTURAL

CMU WALL PER PLAN, REFER 
TO STRUCTURAL

PLASTER FINISH ASSEMBLY WITH 
INSULATION, PER WALL TYPES

PROTECTION MAT

DRAINAGE BOARD

POLYURETHANE SEALANT

1"
 M

IN
.

PERFORATED 'J' FLASHING

GALV. 'J' WEEP SCREED

TERMINATION BAR

COLD FLUID-APPLIED 
ELASTOMERIC WATERPROOFING 
MEMBRANE, CONTINUE TO TOP 
OF WEEP SCREED

GRADE

REINFORCING STEEL, 
REFER TO STRUCTURAL

1

CMU WALL

REINFORCED CONC. 
SLAB, REFER TO 
STRUCTURAL

REINFORCEMENT PER 
STRUCTURAL

REFER TO 
STRUCTURAL FOR 
ADDITIONAL 
DETAILS

GFRC SILL

ALUMINIUM GRILL

STONE TRIM, SINGLE 
PIECE

STONE VENEER REFER 
TO WALL ASSEMBLY

CMU OR CONCRETE WALL PER 
WALL TYPES

GFRC WALL CAP W/ DRIP EDGE

REINFORCEMENT PER 
STRUCTURAL

1 1/2" TYP.

2
 1

/2
"

MORTAR LEVELING BED

PLASTER FINISH WHERE OCCURS

PARAPET 
WALL

10
"

10
" 

TY
P

.

BENT PLATE PER 
DETAIL 4/-

3/4" DIA. NON-SLIP STEEL 
RUNGS (KNURLED FINISH)

3/8" X 2 1/2" FLAT 
STEEL BAR SIDE RAILS

NOTE: LADDER TO BE 
CONSTRUCTED AND INSTALLED 
TO MEET OSHA # 1926

TYP.

ROOF SURFACE

42
" 

M
IN

.

2' - 0" CLR.

12
" M

A
X
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TYPICAL
WALL

DETAILS

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

3" = 1'-0" STONE VENEER ON CMU AT GRADE 17

1 1/2" = 1'-0" 
INTERIOR CMU OR CONC WALL OR
COLUMN AT FOUNDATION

10

3" = 1'-0" 
LADDER CONNECTION @ EXTERIOR
WALL

4

3" = 1'-0" 
PLASTER ON CMU WITH RIGID
INSULATION AT GRADE

19 3" = 1'-0" 20
PLASTER OR STONE ON CMU WITH
RIGID INSULATION AT PAVED WALK

3" = 1'-0" 
PLASTER ON WOOD FRAMED WALL
AT ADJACENT WALKWAY

16

3" = 1'-0" 
PLASTER ON WOOD FRAMING
TRANSITION TO STONE ON CMU

13 3" = 1'-0" 
PLASTER CONTROL JOINT, TYPICAL
AT FLOOR AND ROOF LEVEL

143" = 1'-0" 
PLASTER ON CMU TRANSITION TO
STONE ON CMU

12

3" = 1'-0" PLASTER ON CMU AT GRADE 18

1 1/2" = 1'-0" 5BEARING CMU WALL AT SLAB

1 1/2" = 1'-0" 6PUNCHED OPENING IN CMU

1 1/2" = 1'-0" 3TOP OF CMU WALL

1/2" = 1'-0" LADDER AT EXTERIOR WALL 9

3
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Image



PERFORATED PANEL BRACKET
WITH HILTI KB-TZ2 ANCHORS 
W/ (2) 1/2" DIA X 3 1/4" EMBED 
TO SLAB, TYP., REFER TO 
STRUCTURAL FOR 
REQUIREMENTS WHEN 
ATTACHING TO POST-
TENSIONED CONCRETE SLAB

PERFORATED METAL PANEL 

GALV STEEL COLUMN, REFER TO 
STRUCTURAL, PAINT

CONCRETE MAT SLAB, REFER TO 
STRUCTURAL, SEAL ALL EXPOSED 
SURFACES

PERFORATED METAL PANEL 
BRACKET

WINDOW SILL, 
REFER TO 

PERFORATED METAL PANEL

GALV STEEL GATE TOP TRACK 

1'
 - 

2"

GALV STEEL BRACKET TO 
STRUCTURE, REFER TO 
STRUCTURAL, PAINT

GATE, REFER TO GATE SCHEDULE

/20 AD-5.3

5-1/4" MIN. 1

PERFORATED PANEL BRACKET
W/ (2) 1/2" DIA  HILTI KB-TZ2 
ANCHORS W/ 3 1/4" EMBED.  

PERFORATED METAL PANEL 

CONCRETE SLAB, REFER 
TO STRUCTURAL

STEEL COLUMN, REFER TO 
STRUCTURAL

PERFORATED METAL PANEL 
BRACKET

PERFORATED METAL PANEL

GALV L3x3x1/4, PAINTED
W/ #12 SMS @ 16" OC TO 
STUD FRAMING 

WALL PER PLAN

FLEXIBLE FLASHING

PLASTER J MOLD

FLEXIBLE FLASHING, LAP O/ 
WPM PER MANUF. WRITTEN 
INSTRUCTIONS

GALV. FLASHING, 
SET IN SEALANT

GALV STEEL BAR GRATE

GALV BAR GRATE 
SADDLE CLIP AT 16" 
O.C., BOLTED TO ANGLE

7
 1

/2
"

STEEL COLUMN, REFER TO 
STRUCTURAL

PERFORATED METAL PANEL

GALV L3x3x1/4
WELDED TO W-COL 

GALV BAR GRATE SADDLE CLIP 
AT __ O.C., BOLTED TO ANGLE

GALV STEEL BAR GRATE 

STEEL COLUMN, REFER TO 
STRUCTURAL

PERFORATED METAL PANEL 
BRACKET

PERFORATED METAL PANEL

PERFORATED METAL PANEL 
BRACKET

1'
 - 

2"

GALV STEEL 
COLUMN, REFER TO 
STRUCTURAL, PAINT

GALV STEEL BEAM, 
REFER TO 
STRUCTURAL, PAINT

GALV L3X3X1/4, 
SPACING AS 
REQUIRED FOR PV 
PANEL ATTACHMENT, 
PAINT

PHOTOVOLTAIC 
PANEL

PHOTOVOLTAIC RAIL

GALV STEEL COLUMN, 
REFER TO 
STRUCTURAL, PAINT

GALV STEEL BEAM, REFER 
TO STRUCTURAL, PAINT

PERFORATED METAL 
PANEL BRACKET, TYP.

PARAPET CAP, REFER TO 8/AD-7.1

ROOFING UP PARAPET, REFER TO 6/AD-7.3

0' - 1"

2-PIECE H-FLASHING AT BEAM TO WALL, 
WITH FLEXIBLE FLASHING OVER TOP 
FLANGE AND UNDER BOTTOM FLANGE

ELECTRICAL JUNCTION BOX

PERFORATED METAL PANEL 

CONCRETE SLAB, REFER 
TO STRUCTURAL

RECESSED LIGHT PER 
ELECTRICAL DRAWINGS

1 
7/

8"
1 

1/
8"

NOTE: LOCATION OF LIGHT FIXTURE TO BE CENTERED ON 
PERFORATED PATTERN

CONDUIT

RECESSED LIGHT 
PER ELECTRICAL 
DRAWINGS

CUT PERFORATED 
PANEL TO FIT LIGHT 
FIXTURE

R 2 5/8"

R
 4

"

5 1/8"1 7/16" 1 7/16"

8"

NOTE: AUTOCAD FILE AVAILABLE 
UPON REQUEST

TYP. AT EXTERIOR PERF. PANELS*

2' - 0"  PATTERN REPEAT 

T
Y

P
. A

T 
E

X
T

E
R

IO
R

 P
E

R
F

. P
A

N
E

LS
*

2'
 - 

0"
 P

A
TT

E
R

N
 R

E
P

E
A

T

*SCALE PATTERN TO 25% (REPEAT EVERY 
6") AT INTERIOR PERF PANELS AT STAIR 

 2' - 0"

2" 2" 1' - 8" 

 
1'

 -
 8

"
2"

2"

WALL PER PLAN

WRAP STONE 
VENEER INTO 
OPENING

 
2'

 -
 0

"

EQ EQ

PERFORATED 
METAL SCREEN

2" X 2" X 1/8" 
ALUMINUM ANGLE 
FRAME, CONTINUOUS 
ALL FOUR SIDES

HILTI KB-TZ2 (2) 3/8" 
DIA, 2" EMBED AT 
MAX 12" O.C.

NOTE: AUTOCAD FILE AVAILABLE 
UPON REQUEST
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BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
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93101

1 1/2" = 1'-0"PERFORATED METAL SCREEN BOTTOM CORNER 20

1 1/2" = 1'-0" 9
PERFORATED METAL SCREEN TYPICAL
PANEL JOINT AT HORIZONTAL PANEL

1 1/2" = 1'-0" 10
PERFORATED METAL SCREEN TYPICAL
PANEL JOINT AT VERTICAL PANEL

3" = 1'-0" 14BAR GRATE AT EXTERIOR WALL 1 1/2" = 1'-0" 15
BAR GRATE AT PERFORATED METAL
SCREEN

1 1/2" = 1'-0" 5
PERFORATED METAL SCREEN  TOP OF
SCREEN

1 1/2" = 1'-0" 3PHOTOVOLTAIC PANEL TRELLIS 1 1/2" = 1'-0" 4
TOP OF PERFORATED METAL SCREEN
@ WALL

1 1/2" = 1'-0"RECESSED LIGHTING AT PERFORATED METAL SCREEN 18

1 1/2" = 1'-0" 2
TYPICAL PERFORATED METAL SCREEN
PATTERN

1 1/2" = 1'-0"PERFORATED METAL SCREEN AT PARKING 7

3

3
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6" X 16 GA. UNPUNCHED 
STRUCTURAL CEE STUD (COPE 
FLANGES AT WALL STUD) 

MTL. STUD, PER WALL TYPE

4 - #10 S.M.S. EA. STUD.

WALL PER PLAN

NOTE: REFER TO STRUCTURAL
FOR ADDITONAL INFORMATION & MAX WT. FOR BACKING

2"

DRYWALL SCREW

1" THICK, 4 PCF MINERAL WOOL 
INSULATION (REQUIRED AS 
FIRESAFING)

1/2" GAP WITH FIRE SEALANT 
ON EACH SIDE

METAL 
STUD WALL 
PER PLAN

NOTE: 
1. FIRE RATED ASSEMBLY REFER TO WALL TYPES
2. DO NOT ATTACH DRY WALL SCREW TO SLIP TRACK.

METAL RUNNER

SLIP TRACK

FIRE RATED WALL

NON-FIRE RATED ACOUSTIC WALL

CONCRETE SLAB, REFER 
TO STRUCTURAL

1" THICK, 4 PCF MINERAL 
WOOL INSULATION

SLIP TRACK

1/2" GAP WITH SEALANT 
EACH SIDE

DRY 
WALL 
SCREW

METAL RUNNER

METAL STUD 
WALL PER 
PLAN

FIBERGLASS 
BATT 
INSULATION

SECOND LAYER OF GYP. BD. 
WHERE OCCURS 

SECOND LAYER OF GYP. BD. 
WHERE OCCURS

CONCRETE SLAB, 
REFER TO STRUCTURAL

METAL PLATE, REFER TO 
STRUCTURAL

METAL PLATE, REFER 
TO STRUCTURAL

NON- RATED, NON-ACOUSTIC WALL

CONCRETE SLAB, REFER 
TO STRUCTURAL

SLIP TRACK, REFER TO 
STRUCTURAL FOR 
ATTACHMENT TO SLAB

SEALANT EACH SIDE

DRY 
WALL 
SCREW

METAL RUNNER

METAL STUD 
WALL PER 
PLAN

METAL PLATE, REFER 
TO STRUCTURAL

PROVIDE BACKING PER 8/- FOR STEEL 
STUDSOR 5/AD-4.5 FOR WOOD STUDS

WALL PER PLAN

SECTION ELEVATION

H
2

H
1

ITEM H1 X1 H2 X2 

MONITOR 52" 1 64" 1 H
2 

(H
1 

+ 
1'

-8
")

H
1

X
1

X
2

R
O

W
S

R
O

W
S

X
1

X
2

F.F.

6" 20 GA. BACKING PLATE, 
CONTINUOUS FOR 3 STUDS

MTL. STUD, PER WALL TYPE

4 - #12 S.M.S. EA. STUD

WALL PER PLAN

NOTE: 
FOR ITEMS WEIGHING MORE THAN 20 POUNDS, REFER TO 
STRUCTURAL

METAL STUD 
WALL 
PER PLAN

#12 1 1/2" 
PHILLIPS PAN 
HEAD S.M.S

"Z" CLIP. TYP

MIRROR W/ 
FRAME

BLOCKING - TOP & 
BOTTOM PER 8/-  

MOUNTING ANGLE 
CLIPS TYPICAL @ 
TOP & BOTTOM

MAPRAIL WITH 
CORK INSERT

BACKING - TOP & BOTTOM PER 
DETAIL 8/- FOR STEEL STUDS 
AND 5/AD-4.5 FOR WOOD STUDS

MARKER BOARD

STUD WALL 
PER PLAN MARKER TROUGH 

WITH END CLOSURES, 
ANCHORAGE 
ATTACHMENT #12 X 2" 
SMS AT 12" O.C.

15
" 

M
IN

. 
48

" 
M

A
X

. A
.F

.F
.

4" MAX.

810-12-000

PROVIDE BACKING 

PROJECTION SCREEN 

#14 S.M.S.

/REF. 7 AD-4.3

NOTE: 
1. FIRE RATED ASSEMBLY REFER TO WALL TYPES

FIRE RATED WALL

NON-FIRE RATED ACOUSTIC WALL

NON- RATED, NON-ACOUSTIC WALL

CONCRETE SLAB, REFER 
TO STRUCTURAL

BOTTOM TRACK, REFER 
TO STRUCTURAL FOR 
ATTACHMENT

METAL STUD 
WALL PER 
PLAN

CONCRETE SLAB, REFER 
TO STRUCTURAL

BOTTOM TRACK, REFER 
TO STRUCTURAL FOR 
ATTACHMENT

1/4" GAP WITH ACOUSTIC 
SEALANT EACH SIDE

METAL STUD 
WALL PER 
PLAN

CONCRETE SLAB, REFER 
TO STRUCTURAL

BOTTOM TRACK, REFER 
TO STRUCTURAL FOR 
ATTACHMENT

1/4" GAP WITH ACOUSTIC 
SEALANT EACH SIDE

METAL STUD 
WALL PER 
PLAN

FLOORING WHERE OCCURS

WALL BASE

FLOORING WHERE OCCURS

WALL BASE

FLOORING WHERE OCCURS

WALL BASE

FIRE RATED OR 
ACOUSTICALLY 
RATED METAL STUD 
WALL PER PLAN

ACOUSTIC 
SEALANT AT ALL 
EDGES OF 
PENETRATIONS

OUTLET BOXES OR OTHER 
DEVICES ON OPPOSITE 
SIDES OF WALL, OFFSET 
BY A STUD BAY

Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

1        PCC#1               12/19/2023
No. Description Date

2        PCC#2                1/22/2024

3      FOR PERMIT        3/29/2024

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a
ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a

ti
o
n

.r
v
t

AD-4.3

TYPICAL
METAL STUD

INTERIOR
WALL

DETAILS

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

3" = 1'-0" TYP. BACKING AT MTL. STUD WALL 8

3" = 1'-0" 
TOP OF METAL STUD WALL AT
CONCRETE

10

1" = 1'-0" MONITOR BACKING AT STUD WALL 3

3" = 1'-0" BACKING PLATE AT MTL. STUD WALL 7

3" = 1'-0" 
MIRROR BACKING AT METAL STUD
WALL

13

6" = 1'-0" 
MARKERBOARD BACKING AT STUD
WALL

20

3" = 1'-0" PROJECTION SCREEN 11

3" = 1'-0" 
BOTTOM OF METAL STUD WALL AT
CONCRETE SLAB

19

3" = 1'-0" 
MEMBRANE PENETRATIONS AT
METAL STUD ACOUSTIC WALLS
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CONCRETE CURB

FLOORING PER 
FINISH SCHEDULE

U
.O

.N
.

6"

WALL PER PLAN

J MOLD

1 1/2" X 6" CHERRY, 
STAIN TO MATCH 
WOOD GRILLE 
CEILING

STEEL STANCHION 
WHERE 
REQUIRED,  
REFER TO 
STRUCTURAL 
DRAWINGS

CAULK

FASTENER

WOOD JOIST OR 
BLOCKING, REFER 
TO STRUCTURAL

CEILING FINISH, REFER TO 
FINISH SCHEDULE

WALL PER PLAN

FLOOR FINISH, REFER TO FINISH 
SCHEDULE

WOOD FRAMING PER STRUCTURAL

FLOOR ASSEMBLY, REFER TO FLOOR TYPES

WALL FINISH, REFER TO FINISH SCHEDULE

ACOUSTIC SEALANT

MAINTAIN RATED WALLS 
AT MECHANICAL SHAFT; 
REFER TO WALL TYPES

NOTES: 
1. REFER TO STRUCTURAL DRAWINGS 
FOR ADDITIONAL INFORMATION ON 
TOP AND BOTTOM CONNECTIONS. 

INT. MECHANICAL 
SHAFT

GYP. BOARD FINISH 
FACE FLUSH AT WALL 
TYPE TRANSITION

CONTROL JOINT, 1/4", BOTH SIDES, 
PROVIDE FIRE RATED JOINT 
WHERE INSTALLED AT FIRE RATED 
WALL

STUD AT EACH SIDE OF 
CONTROL JOINT (METAL OR 
WOOD, WHERE OCCURS)

WALL PER PLAN

PERPENDICULAR 
WALL, WHERE 
OCCURS

2 X 6 WOOD BLOCKING

WOOD STUD, SEE WALL TYPE

WALL PER PLAN

ELEVATION SECTION

WALL STUD EA. SIDE OF BACKING

CONT. BACKING, 

CERAMIC TILE

ATTACH TO BACKING PER 
MFR. REQUIREMENTS

CHANGING STATION

FLAT BACKING FULL HEIGHT 3 LOCATIONS

/REF. 7 AD-4.3

FLAT BACKING FULL HEIGHT 3 LOCATIONS

WOOD STUD 
WALL 
PER PLAN

#12 1 1/2" 
PHILLIPS PAN 
HEAD S.M.S

"Z" CLIP. TYP

MIRROR W/ 
FRAME

BLOCKING - TOP & 
BOTTOM PER 5/-

FIRE RATED OR 
ACOUSTICALLY 
RATED METAL STUD 
WALL PER PLAN

ACOUSTIC 
SEALANT AT ALL 
EDGES OF 
PENETRATIONS

OUTLET BOXES OR OTHER 
DEVICES ON OPPOSITE 
SIDES OF WALL, OFFSET 
BY A STUD BAY

NOTE: 
1. FIRE RATED ASSEMBLY REFER TO WALL TYPES

C. FIRE RATED WALL

B. NON-FIRE RATED ACOUSTIC WALL

A. NON- RATED, NON-ACOUSTIC WALL

CONCRETE SLAB, REFER 
TO STRUCTURAL

BOTTOM PLATE, REFER 
TO STRUCTURAL FOR 
ATTACHMENT

WOOD STUD 
WALL PER 
PLAN

CONCRETE SLAB, REFER 
TO STRUCTURAL

BOTTOM PLATE, REFER 
TO STRUCTURAL FOR 
ATTACHMENT

1/4" GAP WITH ACOUSTIC 
SEALANT EACH SIDE

WOOD STUD 
WALL PER 
PLAN

CONCRETE SLAB, REFER 
TO STRUCTURAL

BOTTOM PLATE, REFER 
TO STRUCTURAL FOR 
ATTACHMENT

1/4" GAP WITH ACOUSTIC 
SEALANT EACH SIDE

WOOD STUD 
WALL PER 
PLAN

FLOORING WHERE OCCURS

WALL BASE

FLOORING WHERE OCCURS

WALL BASE

FLOORING, REFER TO 
FINISH SCHEDULE

WALL BASE

A. NON- RATED, NON-ACOUSTIC WALL

FLOORING ASSEMBLY, 
REFER TO FLOOR TYPES

BOTTOM PLATE, REFER TO 
STRUCTURAL FOR 
ATTACHMENT INTO BLOCKING

WOOD STUD 
WALL PER 
PLAN

FLOORING, REFER TO 
FINISH SCHEDULE

GYPSUM PERIMETER 
ISOLATION STRIP W/ 
FASTENER 3/8" FROM EDGE 
OF GYPSUM

NOTE: 
1. FIRE RATED ASSEMBLY REFER TO WALL TYPES

C. FIRE RATED WALL

B. NON-FIRE RATED ACOUSTIC WALL

1/4" GAP WITH ACOUSTIC 
SEALANT EACH SIDE

WOOD STUD 
WALL PER 
PLAN

WALL BASE

FLOORING ASSEMBLY, 
REFER TO FLOOR TYPES

BOTTOM PLATE, REFER TO 
STRUCTURAL FOR 
ATTACHMENT INTO BLOCKING

FLOORING, REFER TO 
FINISH SCHEDULE

GYPSUM PERIMETER 
ISOLATION STRIP W/ 
FASTENER 3/8" FROM EDGE 
OF GYP. BOARD

WALL BASE

1/4" GAP WITH ACOUSTIC 
SEALANT EACH SIDE

WOOD STUD 
WALL PER 
PLAN

FLOORING ASSEMBLY, 
REFER TO FLOOR TYPES

BOTTOM PLATE, REFER TO 
STRUCTURAL FOR 
ATTACHMENT INTO BLOCKING

FLOORING, REFER TO 
FINISH SCHEDULE

GYPSUM PERIMETER 
ISOLATION STRIP W/ 
FASTENER 3/8" FROM EDGE 
OF GYPSUM

WALL BASE

NOTE: 
1. FIRE RATED ASSEMBLY REFER TO WALL TYPES
2. DO NOT ATTACH DRY WALL SCREW TO SLIP TRACK.

C. FIRE RATED WALL

B. NON-FIRE RATED ACOUSTIC WALL

A. NON- RATED, NON-ACOUSTIC WALL

FLOORING ASSEMBLY, 
REFER TO FLOOR TYPES

DOUBLE TOP PLATE, 
REFER TO STRUCTURAL

ACOUSIC SEALANT EACH SIDE

WOOD STUD 
WALL PER 
PLAN

CEILING WHERE OCCURS, 
REFER TO FINISH SCHEDULE

SECOND LAYER OF GYP. BD. 
WHERE OCCURS

FLOORING ASSEMBLY, 
REFER TO FLOOR TYPES

DOUBLE TOP PLATE, 
REFER TO STRUCTURAL

1/2" GAP WITH ACOUSTIC 
SEALANT EACH SIDE

WOOD STUD 
WALL PER 
PLAN

CEILING WHERE OCCURS, 
REFER TO FINISH SCHEDULE

SECOND LAYER OF GYP. BD. 
WHERE OCCURS

FLOORING ASSEMBLY, 
REFER TO FLOOR TYPES

DOUBLE TOP PLATE, 
REFER TO STRUCTURAL

1/2" GAP WITH ACOUSTIC 
SEALANT EACH SIDE

WOOD STUD 
WALL PER 
PLAN

CEILING WHERE OCCURS, 
REFER TO FINISH SCHEDULE

6
" 

M
IN

.

DRYWALL TO UNDERSIDE 
OF FLOOR/ ROOF DECK

BLOCKING
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TYPICAL
WOOD STUD
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WALL

DETAILS

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

3" = 1'-0" CURB @ INT. WALL 17

3" = 1'-0" WOOD SILL @ GYP. PONY WALL 11

3" = 1'-0" 7
INT. GYP. WALL TO ROOF JOIST
CONNECTION

1 1/2" = 1'-0" 21INT. GYP. WALL TO JOIST CONNECTION

3" = 1'-0" 
CH STUD WALL @ C STUD WALL
TRANSITION

6

3" = 1'-0" GYP. BD. CONTROL JOINT 2 3" = 1'-0" 5TYPICAL WOOD BACKING1 1/2" = 1'-0"BACKING AT CHANGING STATION 4

3" = 1'-0" 
MIRROR BACKING AT WOOD STUD
WALL

12

3" = 1'-0" 
MEMBRANE PENETRATIONS AT
WOOD STUD ACOUSTIC WALLS

1

3" = 1'-0" 
BOTTOM OF WOOD STUD WALL AT
CONCRETE SLAB

203" = 1'-0" 
BOTTOM OF WOOD STUD WALL AT
WOOD FRAMING

193" = 1'-0" 
TOP OF METAL STUD WALL AT WOOD
FRAMING

18
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810-08-056

APPLY LIQUID FLASHING OVER 
FLEXIBLE FLASHING AT RECESS 
EXTENDING 1" ONTO FACE OF 
WALL

NOTE: LAP WEATHER 
BARRIER UNDER FLASHING 
PER MFR. INSTRUCTIONS

6
".

810-08-055

FLEXIBLE FLASHING @ 
OPENING & 9" BEYOND 
OPENING, TYP.  LAP SEAMS 
IN SHINGLE FASHION, TYP.

TYP.

9".

NOTE: LAP WEATHER BARRIER OVER FLASHING PER MFR. INSTRUCTIONS

APPLY LIQUID FLASHING OVER 
FLEXIBLE FLASHING AT RECESS 
EXTENDING 1" ONTO FACE OF 
WALL

2"
2 1/8"

1/2"

22 GA. GALV. SHEET 
METAL  DRIP 
FLASHING, PAINT 
TO MATCH DOOR 
FRAME, EXTEND 1" 
ON EA. SIDE

LAP W.P.M. AND 
DRAINAGE MAT O/ 
VERTICAL LEG OF 
SHT. MTL. FLASHING

WALL PER 
PLAN

H.M. FRAME

SEALANT

WEEP SCREED

FLEXIBLE 
FLASHING

INT. EXT.

INSULATED 
FIXED 
GLAZING

GYP. BOARD 
CEILING, 
WHERE 
OCCURS

5/8" x 5/8" 
GLAZING STOP

810-08-032

2"
2 1/8"

1/2"

22 GA. GALV. 
SHT. MTL.  DRIP 

FLASHING, PAINT 
TO MATCH DOOR 
FRAME, EXTEND 

1" ON EA. SIDE

EXT.INT.

FLEXIBLE 
FLASHING

WALL PER PLAN

H.M. FRAME

DOOR PER 
SCHEDULE

SEALANT

WEEP SCREED

HOLLOW METAL DOOR 
FRAME, FIRE RATING 

PER SCHED.

DOOR PER SCHEDULE

"J" MOLD, BACKER 
ROD & SEALANT 810-08-035

INT.

EXT.
WALL PER PLAN

ADJUSTABLE ANCHOR 
PER MFR.

FLEXIBLE FLASHING

810-08-039

H.M. DOOR 
FRAME BEYOND

DOOR PER 
SCHEDULE

DOOR BOTTOM 
SEAL

ALUM. THRESHOLD 
SET IN FULL BED 

OF MASTIC W/ 
COUNTERSUNK #10 
X 1 1/4" CONCRETE 

ANCHORS

INT. EXT. 

CONCRETE 
PAVING, REFER 

TO SITE PLAN

M
A

X
.

1/
4"

1/
4"

2
1 MAX.

M
A

X
.

1/
4" M
A

X
.

1/
2"

FLOOR FINISH 
PER INT. FINISH 

SCHED. TYP. 

810-08-047

H.M. FRAME
DOOR FRAME 
PER SCHEDULE

2"

INSULATED FIXED 
GLAZING

INT.EXT.

FIRE RATED FOLDING 
DOOR LEADPOST / 
POCKET COVER

3
"

WALL PER PLAN

2X4 CONTINUOUS 
BACKING

3
"

2X4 CONTINUOUS 
BACKINGFIRE DOOR JAMB

J-BOX, MOUNT 12" ABOVE FINISH 
FLOOR AND SPACED 1'-2-1/2" FROM 
CENTER OF CONDUIT APART

1'
 - 

11
"

M
A

X
.

0'
 -

 0
 1

/4
"

M
A

X
.

0'
 -

 0
 1

/4
"

M
A

X
.

0'
 -

 0
 1

/2
"

INT. EXT.

STOREFRONT DOOR 
PER SCHED.

MULLION BEYOND

DOOR BOTTOM 
SEAL

ALUM. THRESHOLD 
SET IN FULL BED 
MASTIC

CONCRETE 
PAVING 
REFER TO 
SITE PLAN

2
MAX. 1

HOLLOW METAL 
FRAME

5/8" X 5/8" 
GLAZING STOP

2"

2" 2"

WALL PER PLAN

1/4" CLEAR GLAZING

SEALANT, 
BOTH SIDES

NOTE:
PROVIDE FIRE RATED ASSEMBLY AS REQUIRED.

WALL PER PLAN

HOLLOW 
METAL FRAME

SEALANT, BOTH SIDES

2"

DOUBLE STUDS @ JAMB, 
TYP.

2"
2"

1/4" CLEAR GLAZING

5/8" X 5/8" GLAZING STOP

NOTE:
PROVIDE FIRE RATED ASSEMBLY AS REQUIRED.

HOLLOW METAL 
MUNTIN

2"

2"
2"

1/4" CLEAR, FIXED 
GLAZING, BOTH 
SIDES

5/8" X 5/8" 
GLAZING STOP, 
BOTH SIDES

NOTE:
PROVIDE FIRE RATED ASSEMBLY AS REQUIRED.

WALL PER PLAN

HOLLOW METAL 
FRAME1/4" CLEAR GLAZING

SEALANT, 
BOTH SIDES

2"

1/2"

1/
2"

HEADER

2" 2"

5/8" X 5/8" 
GLAZING STOPNOTE:

PROVIDE FIRE RATED 
ASSEMBLY AS REQUIRED.

FASTNER, AS 
RECOMMENDED BY 
THE MANUFACTURER

ALUMINUM THRESHOLD

NON-CORROSIVE METAL FLASHINGNON-CORROSIVE METAL FLASHING

FLEXIBLE FLASHINGFLEXIBLE FLASHING

GROUT

CERAMIC TILE

THIN SET MORTAR

WIRE REINFORCING

FORTIFIED MORTAR BED

1/
2"

 M
A

X
.

DRAINAGE MAT

CEMENT FIBER BACKER BOARD

PROFILES OF BOTH 
METAL FLASHING

. .4" 6"

REFER TO TCNA 
DETAIL  F103B-23

GFRC LINTEL, 
SLOPE TOP 
SURFACE 5%

1
' -

 4
"

WALL PER 
PLAN

1"

OVERHEAD 
COILING 
GRILLE 
HOUSING

3
"

OVERHEAD 
COILING GRILLE 

WALL PER 
PLAN

STONE VENEER 
CORNER PIECE, 
WRAP STONE 
VENEER INTO 
OPENING

COILING GRILLE 
GUIDE WITH 
FASTENERS PER 
MANUFACTURER

WALL ASSEMBLY PER PLAN

FLEXIBLE FLASHING, 
TYP.

INTERIOR

EXTERIOR

PREFINISHED ALUM. FLASHING.
MATCH WINDOW FINISH.

HEADER, REFER TO STRUCTURAL 
DRAWINGS

CORNER BEAD, TYP.

2x BLOCKING

SEALANT & BACKER ROD

ALUM STOREFRONT

DOOR

INTERIOR

WEATHER BARRIER

FLEXIBLE FLASHING

ALUM STOREFRONT

EXTERIOR

"J" MOLD

TILE, WHERE OCCURS, 
BULLNOSE LONG EDGE AT 
JAMB

CORNER BEAD

DRAINAGE MAT

PREFINISHED ALUM. 
FLASHING. MATCH 
WINDOW FINISH.

M
A

X
.

3'
 -

 0
"

2X6 BRACING @ 16" OC 
ALTERNATE SIDES @ 
TYP.  ON BOTH SIDES 
@ HOUSING W/ (4) 
SDS25250 EA. END

3 
1/

4"
 M

IN
.

R
E

Q
U

IR
E

D
 B

Y
 U

.L
.

PRE-FINISHED 
WHITE TRACK 
ASSEMBLY BY 
WON-DOOR.

NOTES: 
1. 12" MIN. CLEARANCE REQUIRED FROM BOTTOM OF SOFFIT WALL TO LOWEST 

OBSTRUCTION FOR PROPER TRACK CLEARANCE AND ADJUSTMENTS.
2. POCKET DOORS TO REMAIN PLUMB WITHIN 1/8" TO MAINTAIN PROPER 

REVEAL AND CLEARANCE AT LEADPOST

4"

CL

12
" 

M
IN

. C
LE

A
R

WEB FILLER ON EA. SIDE

I JOIST

PLYWOOD SHEATHING

1 MIN
1

1/2"Ø THREADED ROD 
AT 4'-6" OC MAX (6" 

MAX FROM END) MIN 
(4) EQUALLY SPACED 

AT HOUSING

1/2" DIA. THREADED 
RODS WITH NUTS & 
WASHERS BY WON-

DOOR. 6" FROM EACH 
END AND SPACED 2'-0" 

O.C. MAX. IN THE 
OPENING. (5'-0" MAX. 

LENGTH IF INSTALLED BY 
WON-DOOR)

6" 6"

7 1/2"

L3X2X3/16 LLV 
CONT. EACH SIDE

PL 1/2" X 16", CONT

(2) 1/4" 
SCREW @ 8" 
OC, TYP.

4X6 BLK'G W/ 
A35 EA. END

CONT. 2X6 SILL PL

3/16       2-12 TYP

FINISH 
CEILING

FINISHED 
FLOOR

1"
 M

A
X

.

FLOATING SEAL 
ACCOMMODATES +
0.50" OR - 2.00" 
DEFLECTION 
AND/OR FLOOR 
VARIANCE 1'

 -
 0

" PL 3/8" X 10" X 1' - 0"

2X6 STUD FRAMING

4         4
10

TYP

1/4

PLAN

2X6 STUD @16" OC 
W/ (4) SDS25250

4X8 BLKG W/ A35 EA. END

1/4"X3"SQ PLATE WASHER, TYP.

1/2"Ø THREADED ROD AT 
4'-6" OC MAX (6" MAX FROM 

END) MIN (4) EQUALLY 
SPACED AT HOUSING, TYP.

2

2

2

2

WEB FILLER ON EA. SIDE
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DOOR
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PROBATION
HEADQUARTERS
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SANTA

BARBARA

3/29/201
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BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

3" = 1'-0" 
FLEXIBLE FLASHING @ THRESHOLD /
SILL

16

3" = 1'-0" FLEXIBLE FLASHING @ HEAD/JAMB 11

3" = 1'-0" 
TRANSOM HEAD @ EXT. PLASTER
WALL

5

3" = 1'-0" 
HEAD @ EXT. PLASTER WALL (SIM.
AT STONE)

10

3" = 1'-0" 
JAMB @ EXTERIOR PLASTER WALL
(SIM. AT STONE)

15

3" = 1'-0" 
EXT. THRESHOLD @ CONCRETE
PAVING

20

3" = 1'-0" 
EXT. H.M. DOOR HEAD @ H.M.
GLAZING

93/4" = 1'-0" FIRE RATED FOLDING DOOR JAMB 8

3" = 1'-0" STOREFRONT DOOR THRESHOLD 193" = 1'-0" 17H.M. SILL @ INT. METAL STUD WALL

3" = 1'-0" 12H.M. JAMB @ INT. METAL STUD WALL

3" = 1'-0" 7H.M. INTERIOR VERTICAL MUNTIN

3" = 1'-0" 2H.M. HEAD @ INT. METAL STUD WALL

6" = 1'-0" 14BALCONY FLASHING1 1/2" = 1'-0" 13GARAGE ROLL UP GRILLE AT HEAD

1 1/2" = 1'-0" 18GARAGE ROLL UP GRILLE AT JAMB

3" = 1'-0" 4EXTERIOR ALUM DOOR HEAD3" = 1'-0" 3EXTERIOR ALUM DOOR JAMB

1/2" = 1'-0" 6FIRE RATED FOLDING DOOR HEAD

1

3
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810-08-033

WALL PER PLAN

H.M. FRAME
DOOR PER SCHEDULE

SEALANT

2"

1/2"

1/
2"

MTL. STUD 
HEADER

HEAD ANCHOR PER MFR. 

810-08-037

WALL PER PLAN

H.M. FRAME

ADJUSTABLE JAMB 
ANCHOR PER MFR.

DOOR PER SCHEDULE SEALANT

2"

1/
2"

1/2" DOUBLE STUDS 
@ JAMB, TYP.

2"
2"

810-08-036

WALL PER PLAN

H.M. FRAME

ADJUSTABLE JAMB 
ANCHOR PER MFR.

DOOR PER SCHEDULE SEALANT

2"

1/
2"

1/2"
DOUBLE STUDS 
@ JAMB, TYP.

2"
2"

810-08-038

DOOR PER SCHEDULE

MARBLE THRESHOLD, 
SET IN BED OF 
MASTIC

FLOOR FINISH PER INT. 
FINISH SCHEDULE

TILE FLOOR, 
REFER TO 

2
1 MAX.

1/
4"

 M
A

X
.

1
/2

" 
M

A
X

/7 AD-12.0

810-08-040

FLOOR FINISH 
PER INT. FINISH 
SCHED TYP.

DOOR REFER TO 
SCHEDULE

DOOR FRAME 
BEYOND

810-08-041

2
1 MAX.

FLOOR FINISH PER 
INT. FINISH SCHED. 
TYP.

FLOOR FINISH 
PER INT. FINISH 
SCHED. TYP.

DOOR REFER TO 
SCHEDULE

DOOR FRAME 
BEYOND

ALUMINUM 
THRESHOLD

1/
2"

 M
AX

.

1/
4"

810-08-042

2
1 MAX.

CONCRETE SLAB 
FINISH TOPPING

FLOOR FINISH 
PER INT. FINISH 
SCHED. TYP.

DOOR REFER TO 
SCHEDULE

DOOR FRAME 
BEYOND

ALUMINUM 
THRESHOLD

1/
2"

 M
AX

.

1/
4"

810-08-033

WALL PER PLAN

H.M. FRAME
DOOR PER SCHEDULE

SEALANT

2"

1/2"

1/
2"

2" 2"

WELDED HEAD ANCHOR 
PER MFR. 

810-08-037

WALL PER PLAN

H.M. FRAME

DOOR PER SCHEDULE SEALANT

2"

1/
2"

1/2" DOUBLE STUDS 
@ JAMB, TYP.

2"
2"

810-08-036

WALL PER PLAN

H.M. FRAME

DOOR PER SCHEDULE SEALANT

2"

1/
2"

1/2"
DOUBLE STUDS 
@ JAMB, TYP.

2"
2"

DOOR PER SCHEDULE

WALL PER PLAN

HEADER PER STRUCTURAL 

DOOR FRAME

WALL PER PLAN 

FRAMING PER STRUCTURAL

DOOR PER SCHEDULE

DOOR FRAME

EXT.

INT.

DOOR PER
SCHEDULE

CMU WALL

H.M. FRAME

SEALANT, TYP.

ANCHOR PER HM FRAME MFR
RECOMMENDATIONS

INT. EXT.

CMU WALL,
TYP.

SEALANT, TYP.

H.M. FRAME-
ANCHOR PER MFR.
RECOMMENDATIO
NS, FLUS WITH 
EXTERIOR FACE 
OF CMU

DOOR PER
SCHEDULE

SHT.
MTL. DRIP EDGE
FLASHING AT 
EXTERIOR, PAINT

EXT.

INT.

WALL PER PLAN

#10 - 3 1/2" FHP SCREWS TO 
SECURE FRAME IN OPENING

SEALANT, BOTH SIDES

ALUMINUM U-CHANNEL

U.L. RATED BULLET 
RESISTANT GLAZING

COMPOSITE SPACERS-
DESIGNED TO ALLOW MAX. 
VOICE TRANSMISSION

1 3/4" x 4" ALUMINUM NVR  
TUBE

WALL PER PLAN

#10 - 3 1/2" FHP SCREWS TO 
SECURE FRAME IN OPENING

SEALANT, BOTH SIDES

S/S RECESSED CURRENCY 
DEAL TRAY: 16" x 10" x 1 1/2"

COUNTER TOP: 36" x 18" x 
1 1/2"

ALUMINUM U-CHANNEL

U.L. RATED BULLET 
RESISTANT GLAZING

COMPOSITE SPACERS-
DESIGNED TO ALLOW MAX. 
VOICE TRANSMISSION

WALL PER PLAN

ALUMINUM FRAME

1/4" GLAZING
WALL PER PLAN

ALUMINUM FRAME

1/4" GLAZING

0'
 -

 1
 1

/2
"

0' - 0 1/4"
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Drawn by
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Sheet Number
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AD-5.1

DOOR AND
WINDOW
DETAILS

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

3" = 1'-0" HEAD @ INT. MTL. STUD WALL 7

3" = 1'-0" JAMB @ INT. MTL. STUD WALL W/ C.T. 11 3" = 1'-0" JAMB @ INT. MTL. STUD WALL 12

3" = 1'-0" INT. MARBLE THRESHOLD @ TILE 16 3" = 1'-0" 
CONTINUOUS INT. FLOORING
THRESHOLD

193" = 1'-0" INT. THRESHOLD @ FINISH FLOOR 17 3" = 1'-0" 
INT. THRESHOLD @ INT. CONCRETE
SLAB

18

3" = 1'-0" HEAD @ INT. WOOD STUD WALL 9

3" = 1'-0" 
JAMB @ INT. WOOD STUD WALL W/
CERAMIC TILE

13 3" = 1'-0" JAMB @ INT. WOOD STUD WALL 14

3" = 1'-0" 10INT. ALUM DOOR HEAD

3" = 1'-0" 15INT. ALUM DOOR JAMB

3" = 1'-0" 6HM FRAME AT CMU JAMB

3" = 1'-0" 1HM FRAME HEAD  AT CMU 3" = 1'-0" 3
INT. TRANSACTION WINDOW JAMB/
HEAD

3" = 1'-0" 8INT. TRANSACTION WINDOW SILL

3" = 1'-0" 4INT. ALUM. WINDOW JAMB 3" = 1'-0" 5INT. WINDOW HEAD

3

3
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WALL ASSEMBLY PER PLAN

FLEXIBLE FLASHING

WINDOW PER SCHEDULE

CEILING-MOUNTED ROLLER 
SHADE W/ FASCIA PER SPECS.

PREFINISHED ALUM. FLASHING 
TO MATCH WINDOW FINISH.

RIM JOIST PER STRUCT.

CORNER BEAD, TYP.

CEILING
PER
PLAN

PAINTED GYP. BD. OVER 2X 
BLOCKING (GYP. BD. DIRECTLY OVER 
STRUCTURE AT SIM. CONDITION)

ACOUSTICAL CEILING WHERE 
OCCURS PER CEILING PLAN. SEALANT & BACKER ROD

INTERIOR EXTERIOR

STRUCTURE PER PLANS

INTERIOR

WEATHER BARRIER

FLEXIBLE FLASHING

WINDOW JAMB PER 
SPECIFICATIONS

EXTERIOR

"J" MOLD

TILE, WHERE OCCURS, 
BULLNOSE LONG EDGE AT 
JAMB

CORNER BEAD

DRAINAGE MAT

PREFINISHED ALUM. 
FLASHING. MATCH 
WINDOW FINISH.

WALL ASSEMBLY 
PER PLAN

FLEXIBLE 
FLASHING, TYP.

DRAINABLE-
BLADE LOUVER 

INTERIOR

EXTERIOR

PREFINISHED 
ALUM. FLASHING 
AND DRIP EDGE,
MATCH LOUVER 
FINISH

HEADER, REFER 
TO STRUCTURAL 
DRAWINGS

J-MOLD

SEALANT & 
BACKER ROD

LOUVER 
MOUNTING 
ANGLE

WOOD SCREW 
INTO HEADER 
OR SOLID 
BLOCKING

INSECT 
SCREEN

INT.

EXT.

BACKER ROD & 
SEALANT, TYP.

INSECT SCREEN

DRAINABLE-
BLADE 
LOUVERS

WALL ASSEMBLY 
PER PLAN

J MOLD

WOOD SCREWLOUVER MOUNTING ANGLE

FLEXIBLE FLASHING

PREFINISHED ALUMINUM FLASHING, 
MATCH LOUVER FINISH

INT. EXT.

WALL ASSEMBLY 
PER PLAN

J-MOLD

INSECT 
SCREEN 

WOOD 
SCREWS 
INTO SOLID 
BLOCKING

LOUVERS PER 
SPECIFICATION

FLEXIBLE 
FLASHING

PREFINISHED 
ALUMINUM SILL TO 
MATCH LOUVER 
FINISH

SEALANT AND 
BACKER ROD

DO NOT SEAL 
BOTTOM OF 
LOUVER TO SILL

LOUVER 
MOUNTING 
ANGLE

PREFINISHED ALUMINUM 
MUNTIN

GLAZING PER 
SPECIFICATIONS

VERTICAL MULLION, BEYOND

INTERIOR EXTERIOR

3 1/4"

1
 1

/8
"

PREFINISHED 
ALUMINUM MUNTIN

GLAZING PER 
SPECIFICATIONS

3
 1

/4
"

1 1/8"

INTERIOR

EXTERIOR

FINISH FLOOR

SHADE 
CONTROL, 
3'-6"  AFF

ROLLER SHADE. 
SEE WINDOW 
SCHEDULE FOR 
DETAIL 
REFERENCE.

VARIES

ROLLER SHADE
CHAIN

VA
RI

ES
VA

RI
ES

WALL ASSEMBLY PER PLAN

FLEXIBLE FLASHING, 
TYP.

WINDOW PER SCHEDULEINTERIOR EXTERIOR

PREFINISHED ALUM. FLASHING.
MATCH WINDOW FINISH.

HEADER, REFER TO STRUCTURAL 
DRAWINGS

CORNER BEAD, TYP.

CEILING
PER
CEILING
PLAN

MOUNTING PER 
MANUFACTURER 
REQUIREMENTS

WALL-MOUNTED ROLLER 
SHADE ASSEMBLY W/ FASCIA 
PER SPECIFICATIONS SEALANT & BACKER ROD

WALL ASSEMBLY PER PLAN

FLEXIBLE FLASHING, 
TYP.

WINDOW PER SCHEDULE

CEILING-MOUNTED ROLLER 
SHADE ASSEMBLY PER 
SPECIFICATIONS.

PREFINISHED ALUM.FLASHING 
TO MATCH WINDOW FINISH.

RIM JOIST PER STRUCTURAL 

PTD. GYP. BD. 
OVER 2x FRAMING

STRUCTURE 
PER PLANS

ACOUSTICAL 
CEILING WHERE 
OCCURS PER 
CEILING PLANS

SEALANT & BACKER ROD

INTERIOR

HEIGHT
PER
CEILING
PLAN

0'
 - 

1 
1/

4"

0' - 5"0' - 6 3/4"

V
A

R
IE

S

WINDOW SILL 
PER SPECS.

SEALANT & 
BACKER 
ROD, BOTH 
SIDES

QUARRY TILE W/ 
BULLNOSE LIP IN FULL 
BED OF GROUT OVER 
INSUL. & FLEXIBLE 
FLASHING

INT. EXT.

1 
1/

2"

PREFINISHED ALUM. 
FLASHING OVER 
FLEXIBLE FLASHING. 
MATCH WINDOW FINISH.

EXT. WALL 
PER PLANS

CONT. 2X 
BLOCKING
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EXTERIOR
WINDOW

AND LOUVER
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895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

3" = 1'-0" WINDOW HEAD/SHADE MOUNTING TYPE 2 10

3" = 1'-0" WINDOW JAMB @ PLASTER WALL 19

3" = 1'-0" LOUVER HEAD @ STUD WALL 7

3" = 1'-0" LOUVER JAMB STUD WALL 17

3" = 1'-0" LOUVER SILL @  STUD WALL 12 3" = 1'-0" FIXED HORIZONTAL MUNTIN 13

3" = 1'-0" FIXED VERTICAL MUNTIN 18

3/8" = 1'-0" 02-AD5-2_ROLLER SHADE 2 3" = 1'-0"WINDOW HEAD/SHADE MOUNTING TYPE 1 5

3" = 1'-0" WINDOW HEAD/SHADE MOUNTING TYPE 3 15

3" = 1'-0" 20
WINDOW SILL @ PLASTER WALL MTL.
STUD
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DRIP SCREED

EXTERIORINTERIOR

5/8" TYPE 'X' GYP. BD. OVER 7/8" 
VERTICAL HAT CHANNEL AT 16" O.C. 

CMU WALL PER STRUCT.

LAP FLEX. FLASHING W/ 
WEATHER BARRIER PER 
MANUFACTURER'S 
WRITTEN REQMTS.

EXTERIOR WALL ASSEMBLY 
PER WALL TYPES

A
LI

G
N

PREFINISHED ALUM. FLASHING. 
MATCH WINDOW FINISH.

PREFINISHED ALUM. 
STOREFRONT

MOUNTING PER 
MANUFACTURER 
REQUIREMENTS

WALL-MOUNTED ROLLER 
SHADE ASSEMBLY W/ FASCIA 
PER SPECIFICATIONS

INT.EXT.

FLEXIBLE FLASHING

EXTERIOR WALL 
ASSEMBLY PER PLAN

ALUM. STOREFRONT

PREFINISHED ALUM. 
FLASHING. MATCH 
WINDOW FINISH.

SEALANT & BACKER 
ROD, TYP.

CONT. WOOD 
BLOCKING

INTERIOR FINISH PER 
PLANS 4"

6"

INTERIOR FINISH O/ 
CONCRETE SLAB

6"

INT. EXT.

WALL BASE PER 
FINISH SCHEDULE

SEALANT & BACKER 
ROD, TYP.

STOREFRONT 
SYSTEM 

CIP CONC. CURB

PREFINISHED ALUM. 
FLASHING. MATCH 
STOREFRONT.

FLEXIBLE FLASHING. 
OVERLAP FLUID-APPLIED 
COATING 6" MIN.

HOT FLUID-APPLIED 
WATERPROOFING

QUARRY TILE FINISH. SLOPE FINISH SURFACE 
5 DEGREES TO DRAIN.

CEMENTITIOUS BOND COAT

MORTAR BED OVER P.T. SLAB

SLOPE

P.T. SLAB PER STRUCTURAL.

PREFIN. FLASHING W/ HEMMED DRIP 
EDGE. LAP UNDER FLUID-APPLIED 
WATERPROOFING.

STL. COL. PER 
STRUCT.

'J' MOLD, TYPICAL

SEALANT & BACKER 
ROD, TYPICAL

EXTERIOR

INTERIOR

FLEXIBLE FLASHING

EXTERIOR WALL 
ASSEMBLY PER PLAN

PREFINISHED ALUM. 
FLASHING. MATCH 
WINDOW FINISH.

ALUM. STOREFRONT

ANCHOR PER 
MANUFACTURER

WALL AND 
HEADER PER 
PLAN

SEALANT & 
BACKER ROD, TYP.

INT.

ALUM. STOREFRONT

CONT. PLYWOOD 
BLOCKING

WRAP FLEXIBLE 
FLASHING UNDER 
SILL AND LAP 
WITH WPB PER 
MFR'S WRITTEN 
INSTRUCTIONS

DRAINAGE MAT 
O/ WPB

EXT. WALL 
ASSEMBLY PER 
PLANS

WEEP SCREED 
W/ DRIP EDGE

EXTERIORINTERIOR

5/8" TYPE 'X' GYP. BD. 
OVER 7/8" VERTICAL HAT 
CHANNEL AT 16" O.C. 

LAP FLEX. FLASHING W/ WEATHER 
BARRIER PER MANUFACTURER'S 
WRITTEN REQMTS.

QUARRY TILE OVER 5/8" MORTAR 
& LATH OVER RIGID INSULATION 
& WPB. SEE WALL TYPES FOR 
ADDITIONAL INFO.

A
LI

G
N

PREFINISHED ALUM. 
STOREFRONT

SEALANT & BACKER 
ROD, BOTH SIDES 
(TYP)

QUARRY TILE W/ BULLNOSE LIP 
IN FULL BED OF GROUT OVER 
INSUL. & FLEXIBLE FLASHING

PRESSURE TREATED 
CONT. WOOD 
BLOCKING, TYP.

1 
1/

2"

SLOPE

PREFINISHED ALUM. FLASHING 
OVER FLEX. FLASHING. MATCH 
STOREFRONT FINISH.

CMU WALL PER STRUCT

EXTERIOR

INTERIOR

5/8" TYPE 'X' 
GYP. BD. OVER 
7/8" VERTICAL 
HAT CHANNEL 
AT 16" O.C. 

CMU WALL PER STRUCT.

FLEXIBLE FLASHING

EXTERIOR WALL 
ASSEMBLY PER WALL 
TYPES

ALIGN

PREFINISHED ALUM. 
FLASHING. MATCH 
WINDOW FINISH.

ALUM. 
STOREFRONT 

FLEXIBLE FLASHING

EXT. WALL ASSEMBLY 
PER PLANS

PREFINISHED ALUM. 
FLASHING. MATCH 
STOREFRONT FINISH. 
HEM ALL EDGES.

INT.

PREFINISHED 
ALUM. 
FLASHING. 
MATCH 
STOREFRONT 
FINISH.

INT. FLOOR 
FINISH & 
ASSEMBLY 
PER PLANS

CONT. 2X 
BLOCKING

SEE 14/AD-5.2 FOR 
GRATE ASSEMBLY

2-1/2" #8 PANHEAD 
SCREW @ 18" O.C. SET 
IN SEALANT.

ALUM. STOREFRONT

EXT.

FLEXIBLE FLASHING 
WRAPPED UNDER SILL & 
LAPPED W/ WPB

ALUM. STOREFRONT, 
ALIGN W/ FACE OF 
PLASTER FINISH.

SEALANT & BACKER 
ROD, BOTH SIDES (TYP)

CASING BEAD

EXTERIOR WALL 
ASSEMBLY PER PLANS

INT.

ANCHOR BY 
STOREFRONT 
MANUFACTURER

GYP. BD. FINISH  
OVER WOOD 
FRAMING
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3" = 1'-0"STOREFRONT HEAD @ CMU WALL 5

3" = 1'-0" 18STOREFRONT JAMB@ EXTERIOR WALL 3" = 1'-0"STOREFRONT SILL@ EXTERIOR CURB 20

3" = 1'-0" 14STOREFRONT JAMB@ EXTERIOR WALL

3" = 1'-0" 3
STOREFRONT HEAD @ WOOD
FRAMING

3" = 1'-0"STOREFRONT SILL @ CMU WALL 10

3" = 1'-0" 15STOREFRONT JAMB @ CMU WALL3" = 1'-0" 13STOREFRONT SILL @ WOOD FRAMING

3" = 1'-0" 2STOREFRONT SILL @ WOOD WALL
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INSTALL 1 1/2" COLD ROLLED STL.  
CHANNEL AT ENTIRE PANEL 
PERIMETER

WOOD STUDS

5/8" GYPSUM BOARD CLG.

1 1/2" SHT. MTL. ANGLE

ACCESS PANEL - FASTEN PER MFR. 
RECOMMENDATIONS

FLOOR/CEILING OR 
ROOF/CEILING ASSEMBLY 
PER PLAN

P
E

R
 R

C
P

TOP PLATE, REFER TO 
STRUCTURAL

0'
 - 

6"

GYP BOARD FULL HEIGHT 
AT RATED LOCATIONS, 
REFER TO WALL TYPES 
FOR LATERS

ONE LAYER 5/8" TYPE X 
GYPSUM BOARD AT NON-
RATED LOCATIONS

CEILING, WHERE OCCURS

HEADER, REFER TO 
STRUCTURAL

ELEV.
REFER TO RCP

1'
 - 

0"
.

CEILING JOIST, 
400 S162-33 
METAL STUD

(4) #10 SMS

MTL. STUD 
CONNECTION 
REFER TO 
STRUCUTRAL 

CONCRETE SLAB REFER 
TO STRUCT. DRAWINGS

#10 SMS TYP. BOTH SIDES

6" METAL STUD, SECURED WITH 
(2) 3/8" DIA HILTI KBZ 

1

1

WHEN KICKER 
EXCEEDS 5' - 0", 
PROVIDE 
362S162-22 
METAL STUDS 
TOP & BOT. @ 
48" MAX. W/ (2) #
10 SMS

CONT. BRIDGING, 
REFER TO 
STRUCTURAL

GYP. BD. OR ACOUSTIC WOOD 
CEILING
400 S162-33 METAL 
STUDS @ 16" O.C.

400 S162-33 METAL 
STUDS @ 48" O.C. W/ 3-
#10 SMS EA. END

1'
 -

 0
"

2"

3/8" DIA. HILTI KB TZ, 2" 
MIN. EMBED @ 16" O.C.  
STAGGERED, MAX, ICC 
ESR 1917

NOTE: SLAB IS POST TENSIONED SLAB, LOCATE REINFORCING PRIOR TO DRILLING

RIDGE ROOFING TILE, REFER 
TO FOR ADD'L INFO./9 AD-7.0

SUSPENDED 
WOOD GRILLE 

REF. TO  AD-6.3 & 
6.4 FOR 

SUSPENSION 
SYSTEM

RIDGE BEAM, PER 
STRUCTURAL

JOIST, PER 
STRUCTURAL

GLB, PER 
STRUCTURAL

TYP.
1"

WOOD JOIST PER 
STRUCTURAL

FLOOR ASSEMBLY, REFER 
TO SECTIONS

WALL FINISH, REFER TO 
FINISH SCHEDULE

CEILING JOIST, REFER TO 
DETAIL 4/S-602 FOR SIZE 
AND CONNECTION

BLOCKING, WHERE 
JOISTS RUN PARALLEL 
WITH SOFFIT

2X 4 STUD AT 6" 
O.C. FASTEN TO 
JOIST TOP AND 
BOTTOM CHORD

SUSPENDED CEILING 
WHERE OCCURS

2X4 WOOD STUDS 
AT 48" O.C. WITH (3) 
8D NAILS EACH END

1' - 0"

SOFFIT VENT

EXT. PLASTER O/ 
METAL LATH O/ 
W.P.M. O/ EXT. 
SHEATHING. 
ATTACH LATH 
WITH FASTNERS 
COMPLYING WITH 
ASTM C 1063

CONTINUOUS 
CORNER 
REINFORCEMENT, 
TYP.

FLEXIBLE 
FLASHING @
CORNER

1'
 - 

0"

ELEVATION
REFER TO RCP

POST IN STANDOFF 
BASE, REFER TO 
STRUCTURAL

ACETYLATED 
WOOD  SIDING 
WITH TWO 
STAINLESS STEEL 
RING SHANK NAIL 
TO EACH BATTEN. 
MITER CORNERS.

1X2 BATTEN 
AT 16" O.C.

SOFFIT 
FRAMING, 
SIM. TO 5/-

1'
 - 

4"

COPPER 
FLASHING, 
DO NOT 
CAULK GAP 
ABOVE

WALL PER 
WALL 
TYPES

EQEQ
SOFFIT 
PLASTER 
FINISH

1X2 BATTEN AT 
16" O.C. MAX E.W.
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6" = 1'-0" ACCESS PANEL @ GYP. BD. CLG. 1 1" = 1'-0" BULKHEAD 3

1 1/2" = 1'-0" MID SPAN BRACE @ HARDLID 9

1 1/2" = 1'-0" 2
CEILING AT TRAINING ROOM RIDGE
CONDITION

1 1/2" = 1'-0" 
INT. GYP. WALL SOFFIT AT GYP.
CEILING

10

3" = 1'-0" 5EXTERIOR PLASTER SOFFIT

3" = 1'-0" 
WOOD POST WITH SURROUND AT
SOFFIT

20

3

33
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NOTES:
1. SEISMIC STRUTS, SPLAY WIRES AND 

SCRIM NOT SHOWN FOR CLARITY.
2. REFER TO TYPICAL SUSP. CEILING DTL 

AD-6.3 AND NOTES ON SHEET AD-6.4 FOR 
SUSPENSION SYSTEM, HANGER WIRES, 
SPLAY WIRE AND COMPRESSION STRUTS.

3. REFER TO 4/- FOR ACCESS PANEL WHERE 
OCCURS.

1" GAP TYP.

X
 O

.C
. 
T
Y

P
.

3

LONGITUDINAL SECTION

CROSS SECTION

TYP.

0' - 4" O.C. EQ EQ

GRILLE SLAT

HANGER WIRE SPACING FOR SLOPED 
INSTALLATIONS IS 4' O.C. MAX

SUSPENDED CEILING GRID, REFER 
TO SHEET AD-6.3 AND AD-6.4

LIGHT FIXTURE, REFER 
TO ELECTRICAL

ATTACHMENT TO 
STRUCTURE ABOVE PER 
1 OR 8/AD-6.3 WHERE 
OCCURS

GRILLE BACKER

GRILLE SLAT

GRILLE BACKER

SUSPENDED CEILING GRID, REFER 
TO SHEET AD-6.3 AND AD-6.4

DRYWALL SCREWS
FRAME OUT OPENING 
PER STRUCTURAL 

CEILING ASSEMBLY TYPE 'R'

ACCESS PANEL 
(24"x24")

REMOVABLE LINEAR WOOD GRILLE PANEL
1"1"1/4" TYP.

PROVIDE #12 SMS @12" AROUND ACCESS 
PANEL, (4) #12 SMS (ONE AT EACH OF THE 
FOUR CORNERS) MINIMUM.

ALIG
N

LOCATE "J" HOOKS @ 12" O.C. (4) MIN, (1) AT EACH CORNER
ANCHOR WITH (1) #12 SMS INTO BACKING

2" MAX.

CONCRETE SLAB PER STRUCT.

3/8" SIMPSON TITEN HD ROD 
HANGER W/ 3-1/4" EMBED

3/8" COUPLER

#12 GA. SPLAY WIRES IN (4) 
DIRECTIONS, CONN. PER 1 OR 
8/AD-6.3 WHERE OCCURS

FASTEN (2) 3/8" THREADED 
RODS TO CONCRETE SLAB

SUSP. WOOD CEILING. REFER 
TO         

ELECT. JUNCTION BOX 
FASTENED TO THREADED RODS

PENDANT LIGHT FIXTURE, 
MAX. WEIGHT 25 LBS. REFER 
TO ELECT. DRAWINGS

FIXTURE MUST BE CLEAR FROM 
OBJECTS AT 45 DEGREE SWING

/ -8

ANGLE WALL MOLDING

NOTES:
1. REFER TO TYPICAL 
PERIMETER DTL 3/AD-6.3 FOR 
SEISMIC CLIP, SPLAY WIRE, 
HANGER WIRE AND 
COMPRESSION STRUTS.

REF. CLG. 
PLANS

GRILLE SLAT

SUSPENDED CEILING 
GRID, REFER TO SHEET S 
AD-6.3 AND AD-6.4

BERC2 BRACKET

WALL PER PLAN

REF. CLG. 
PLANS

1" TYP.

WOOD GRILLE SLAT

SUSPENDED CEILING GRID, REFER 
TO SHEETS AD-6.3 AND AD-6.4

LINEAR WOOD 
PANELS

MAIN BEAMS MUST 
RUN UP/DOWN THE 

SLOPE

LEVEL LINE

30° MAX. SLOPE, MAX 

HANGER WIRE SPACING FOR SLOPED 
INSTALLATIONS IS 4' O.C. MAX

SUSPENDED CEILING GRID, 
REFER TO SHEET AD-6.3 AND 
AD-6.4

TYP.
4" O.C.

SECTION

SUSPENDED CEILING 
GRID, PAINTED BLACK. 
REFER TO SHEET S AD-6.3 
AND AD-6.4

DIRECT TO GRID 
ATTACHMENT CLIP 2 PER 
BAFFLE

SUSPENDED ACOUSTIC FELT 
BAFFLE

SUSPENSION WIRE AT 
EACH CLIP

TYPICAL

12"

7"

ACOUSTIC CEILING PANEL, 
BLACK

LIGHT FIXTURE, REFER TO PLAN 
FOR LOCATION, CUT SNUG AT 
EACH ACOUSTIC BAFFLE. 
SUPPORT SEPERATE FROM 
BAFFLE

CEILING HEIGHT PER 
REFLECTED CEILING PLAN

TEE GRID

TEE GRID TWIST 
LOCK W/ 
THREADED POST

FELTWORKS 
SWITCHBLADE

CEILING HEIGHT PER 
REFLECTED CEILING PLAN

3/4 1/4-20 
COUPLING NUT

1 
1/

2"
 M

A
X

CEILING HEIGHT 
PER REFLECTED 

CEILING PLAN

LOOP CLAMP 
THROUGH CENTER 
OF TORSION SPRING 

TORSION SPRING 

FLAT TEE GRID

GRID CLIP

1/2" SCREW 
THROUGH PRECUTE 
HOLE IN TILE

CEILING TILE

NOTE: 
EACH TILE SHALL HAVE A MINIMUM 
OF TWO TORSION SPRINGS, 
POSITIONED AT THE MIDPOINTS OF 
OPPOSITE SIDES OF THE TILE

WOOD STRUCTURE PER STRUCT.

3/8" SIMPSON TITEN HD ROD 
HANGER W/ 3-1/4" EMBED

3/8" COUPLER

FASTEN (2) 3/8" THREADED 
RODS TO CONCRETE SLAB

SUSP. WOOD CEILING. REFER 
TO         

PENDANT LIGHT FIXTURE, 
REFER TO
FOR ADD'L INFO.

/ -8

/ -5

AJDUSTABLE CABLE 
GRIPPER SET AND 1/4-20 X 3 
HANGER BOLT FULLY 
THREADED WITH LAG END 
FOR WOOD

4X4 BLOCKING W/ SIMPSON U44 
HANGER EA SIDE OR END 
FASTENED W/ 4 - #12 WOOD 
SCREWS. 

M
IN

.

2 
1/

2"

COMPRESSION 
STRUT, SEE 18 / A-521

(2) #10 SMS

L 2 X 2 X 14 
GA. X 10" W/ 
(2) 3/8" Ø HILTI 
KB TZ W/ 4" 
EMBED, ICC 
ESR 1917, AT 
EA. ANGLE 

COMPOSITE MTL. 
DECK PARALLEL

COMPOSITE MTL. DECK 
PERPENDICULAR

L 2 X 2 X 14 GA. X 10" W/ (2) 3/8" 
Ø HILTI KB TZ W/ 4" EMBED, ICC 
ESR 1917, AT EA. ANGLE 

NOTE: SUBSTITUTE #12-14 TEK SCREWS, ICC ESR 1976, IN LIEU OF 
EXPANSION ANCHORS AT NON-COMPOSITE DECK
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AD-6.1

TYPICAL
SUSPENDED

WOOD
CEILING
DETAILS

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1" = 1'-0" SUSPENDED WOOD GRILLE CEILING TYP. 83" = 1'-0" 6
WOOD GRILLE CEILING AT PUBLIC
MEETING RM

3" = 1'-0" ACCESS PANEL @ WOOD GRILLE 4 1" = 1'-0" 5PENDANT LIGHT @ SUSP. CEILING

1 1/2" = 1'-0" 10SUSP. WOOD GRILLE EDGE AT WALL

1 1/2" = 1'-0" 15
WOOD GRILLE TYPICAL END PANEL TO
PANEL REVEAL

1 1/2" = 1'-0" WOOD GRILLE SLOPED INSTALLATION 201 1/2" = 1'-0" 16SUSPENDED FELT BLADE TRUSS TYP.

3" = 1'-0" 13FELTWORKS CEILING CONNECTION

3" = 1'-0" 18PORT CEILING SEISMIC CONNECTION

1" = 1'-0" 1PENDANT LIGHT @ SUSP. CEILING

3" = 1'-0" 2
COMPRESSION STRUT ANCHORAGE @
CONC. DECK

3

3
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12 GA. HANGER WIRE

MIN.  3 TIGHT TURNS IN 1 
1/2" MAX.

MAIN RUNNER

CROSS RUNNER

ACOUSTICAL PANEL

8" MAX.

BERC 2 
CLIP

TIGHT 
SCREW

12 GA. HANGER WIRE

MAIN OR CROSS RUNNER

SEISMIC HEMMED ANGLE MOLDING -
ARMSTRONG, BERC 2. ATTACH W/ #10 
SMS AT MTL. STUDS & HILTI X-U 
FASTENERS @24" FOR MASONRY

ACOUSTICAL PANEL

NOTE: PROPOSED EDGE 
CONDITION MEETS 
REQUIREMENTS OF CBC 
SECTION 1614.1.12 AND 
ASCE 7-16, SECTION 
13.5.6 ICC EVALUATION 
SERVICES, INC. 
ESR-1308

COMPRESSION STRUTS - STL. SECTION WITH 
L/R RATIO OF 200 MAXIMUM.  ATTACH TO MAIN 
RUNNERS W/ (2) #12 SELF DRILLING SELF 
TAPPING SMS AND TO STRUCTURE PER DET.
                   COMPRESSION STRUT SHALL NOT 
REPLACE HANGER WIRE.  INSTALL @ 12' - 0" 
O.C. EACH WAY 6' - 0" MAX. FROM SIDE WALL

2" (MAX.) FROM BRACING WIRES 
TO CROSS RUNNERS

12 GA. BRACING WIRE W/ MIN. 4 
TIGHT TURNS IN 1 1/2" BOTH ENDS 
OF WIRE - TYP. U.N.O.

12 GA. VERTICAL HANGER WIRE @ 4' -
0" EA. WAY W/ MIN. 3 TIGHT TURNS IN 1 
1/2" BOTH ENDS OF WIRE- TYP. U.N.O. 
REFER TO 

MAIN RUNNER

CROSS RUNNER

ARMSTRONG 
BERC 2

LOCATE MAIN RUNNERS 
ACROSS ENDS OF 4' 
LONG LIGHTS

NOTES:

1. REFER TO DETAIL
FOR TYP. EDGE CONDITION

2. REFER TO DETAILS
FOR TYP. WIRE ATTACHMENTS

3. REFER TO DETAIL
FOR TYPICAL COMPRESSION STRUT CONNTECTION.

4. SEE SHEET AD-6.4 FOR ADDITIONAL REQUIREMENTS.

11, 12

1, 8

19
AD-6.3

AD-6.3

45D 
MAX., 
TYP.

45D MAX., TYP.

/1 AD-6.3

AD-6.3

/12 AD-6.3

/8 AD-6.3AND

3/8" DIA. TITEN HD SCREW ANCHOR, 2" 
MIN. EMBED, ICC ESR 2713

S.S. CABLE, TYP.

STL. 'O' RING

LIGHT FIXTURE 
STEM OR 
SUSPENSION CABLE

1/4" DIA. TOGGLE BOLT AT METAL STUD, 
SCREW AT WOOD STUD 
NOTE: MUST PENETRATE MTL. STUD BACKING

MTL. STUD BACKING OR 
WOOD STUD

CMU

FRAMING

REQ. WERE FIXTURES 
CANNOT SWING 45 DEGREES 
FREELY

8" MAX.
12 GA. HANGER WIRE
MIN. 3 TIGHT TURNS IN 3" ALTERNATE 
LOCATION W/ O NAIL. NOTCHING 
PERMITTED ONLY AT RUNNER

MAIN OR CROSS RUNNER

ACOUSTICAL  PANEL

SLOTTED ANGLE SPACER W/ 
HORIZ. 6D RINGSHANK NAIL

POP RIVET 

WALL ANGLE

WALL CONNECTION, HORIZONTAL STRUT - TYPICAL 
(SEE SECTION 5, SHEET AD-6.4)

SPACERS MAY BE SLOTTED ANGLES 
OR CHANNELS WITH "DIAMOND 
POINTS" OF SPRING STEEL WHICH 
SNAP TIGHT TO PREVENT MOVEMENT 
OF STRUT.

CHANNEL

NOTE: (1) 1/4 OF THE LENGTH OF THE END RUNNER WHICHEVER IS LESS.
(2) NAILS AT THE END OF HORIZONTAL STRUTS ARE TO BE PLACED WITH NAILL HEAD TOWARD CENTERLINE OF SPAN OF STRUT.
(3) HANGER WIRE NOT REQUIRED FOR CROSS RUNNERS LESS THAN 8" LONG BETWEEN MAIN RUNNER AND WALL.

HANGER WIRE

8" MAX.

3/4".

2".

(4)  12 GA. SPLAY WIRES W/ MIN. 4 
TIGHT TURNS IN  1 1/2" BOTH 
ENDS OF WIRE @ 12'-0" O.C. EA 
WAY

CROSS RUNNER

12 GA. VERT. HANGER 
WIRE @ 4'-0" O.C. EA. 
WAY

COMPRESSION 
STRUT WITHIN 2" OF 
(4) SPLAY WIRES, 

NOTCH FOR  TILE

2" MAX.

2" MAX.

MAIN RUNNER

(2) #12 
SHT. MTL. 
SCREWS

M
A

X
. 
T

Y
P

.

4
5
 D

E
G

R
E

E

WOOD DECK

FASTEN TO 
STRUCTURE WITH 
1/4" LAG SCREWS 1 
1/2" EMBED.

COMPRESSION STRUT 
SEE SCHEDULE

MAIN RUNNER

A A

MTL. "C" STUDS

#10 SMS @ 24" O.C. AND 
6" FROM ENDS

SECTION A-A

COMPRESSION STRUT 
SCHEDULE

LENGTH OF 
STRUT

STRUT

LESS THAN 2' -
6"

3X4"X16 GA. COLD-
ROLLED CHANNEL

2' - 7" TO 4' - 6"
2-3/4"X16 GA. COLD-
ROLLED CHANNEL

4' - 6" TO 6' - 0" 1 5/8"X25 GA. "C" -
STUDS

6' - 0" TO 11' - 2"
2-1 5/8"X25 GA. "C" -

STUDS

11' - 2" TO 16' - 6" 2-2 1/2"X25 GA. "C"  -
STUDS

16' - 6" TO 23' - 0" 2 - 3 5/8" X 25 GA. "C" -
STUDS

MINIMUM STUD PROPERTIES 
STRUT

3/4" X 16 GA. COLD-ROLLED CHANNEL 0.088 0.020 0.007

1 5/8" X 25 GA. "C" STUD 0.082 0.037 0.036

2 1/2" X 25 GA. "C" STUD 0.099 0.065 0.095

3 5/8" X 25 GA. "C" STUD 0.120 0.095 0.225

AREA Sx Ix

NOTES:
1. COMPRESSION STRUTS SHALL NOT REPLACE HANGER WIRES.
2. COMPRESSION STRUTS ATTACHED AS SHOWN SHALL BE PROVIDED AT 

BRACING POINTS U.N.O.
3. REFER TO FOR COMPRESSION STRUT ANCHORAGE @ CONC. DECK.

CUT FLANGES, BEND

1/4" LAG SCREW

/2 AD-6.1

LOAD TEST PER SECTION 5, 
SHEET AD-6.4

12 GA. HANGER WIRE

STRUCTURAL 
CONCRETE

3/8" Ø HILTI KB-TZ2 W/ 4" 
EMBED, PER ICC-ESR 4561

CEILING CLIP, 12 
GA. X 1" WIDE MIN.

(3) TIGHT 
TURNS IN 3"

NOTE: CONCRETE DECK IS POST TENSIONED SLAB, LOCATE 
REINFORCEMENT PRIOR TO DRILLING

1" MIN.

1" MIN.

1/4" DIA. SCREW
EYE WITH 1 1/4" MIN.
PENETRATION AT
BOTTOM FLANGE

HANGER WIRE WITH 3 
TIGHT TURNS

1/4" DIA. SCREW
EYE WITH 1 1/4 MIN.
PENETRATION
ALIGN WITH
BRACE WIRE

PLYWOOD FLOOR/ROOF
SHEATHING

CEILING BRACED
WIRE ATTACHED
TO JOIST BOTTOM
FLANGE PER

        OR

WOOD I-JOIST

BRACE WIRE
WITH 4 TIGHT
TURNS

BRIDGING OR FULL DEPTH 
JOIST BLOCKING WITHIN 24" OF 
BRACING WIRE

ADD 2 1/2" X 20 GA. STUD W/ (1) #10X1" WOOD 
SCREW TO EACH OF 3 JOISTS. PLACE STUD FLAT 
AND WITHIN 6" OF BRACING WIRE.
*ALTERNATE: 2X4 FLAT WITH 1-10d OR 1-#10X3" 
SCREW TO EACH OF 3 TRUSS BOTTOM FLANGES

1/4" DIA. SCREW
EYE WITH 1 1/4" MIN.
PENETRATION AT
BOTTOM FLANGE

HANGER WIRE WITH
3 TIGHT TURNS

BRACE WIRE
WITH 4 TIGHT
TURNS

FULL DEPTH
JOIST BLOCKING

PLYWOOD FLOOR/ROOF
SHEATHING

CEILING BRACED WIRE
ATTACHED TO JOIST 
BOTTOM FLANGE 

PER         OR      

WOOD I-JOIST

FULL DEPTH (N) JOIST
BLOCKING

1/4" DIA. SCREW
EYE WITH 1 1/4"
MIN. PENETRATION
ALIGN WITH BRACE
WIRE

NOTES:
1. DO NOT INSERT SCREW EYES PARALLEL TO LAMINATIONS
2. WHEN GYP BOARD IS INSTALLED ON THE BOTTOM FLANGES, USE SCREW EYES W/ SUFFICIENT 
LENGTH TO AVOID DAMAGING THE GYP BOARD.

A

A B

A B

B

POLYESTER FELT ACOUSTIC 
TILE

CONSTRUCTION ADHESIVE, 
APPLY AT RATE RECOMMENDED 
BY ACOUSTIC TILE 
MANUFACTURER

SECTION VIEWELEVATION VIEW (TYPICAL PATTERN)

NOTE: 
SADDLE TIE HAS DOUBLE 
LOOP AT SUPPORT HANGER

WIRES-3
TIGHT TURNS

SADDLE TIE REQUIRED FOR 
ALL WIDTHS GREATER THAN 
1/4"

TRAPEZE

WHEN MULTIPLE SADDLE 
TIES ARE REQUIRED THEY
SHALL ALTERNATE BACK 
AND FORTH TO PREVENT
TWISTING 

.
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MB
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1019 GARDEN STREET
SANTA BARBARA, CA

93101

1 1/2" = 1'-0" 20WIRE HANGER @ SUSP. CLG.3" = 1'-0" 19TYP. EDGE CONDITION

3" = 1'-0"SUSPENDED CEILING 10

3" = 1'-0" 
SEISMIC RESTRAINT FOR PENDANT
MTD. LIGHT. FIXTURES

13 1 1/2" = 1'-0"CEILING HANGER DETAILS 151/2" = 1'-0" BRACING WIRE (SUSP. CLG.) 123" = 1'-0" 11COMPRESSION STRUT

3" = 1'-0" 1
WIRE CONNECTION AT CONCRETE
STRUCTURE

3" = 1'-0"WIRE CONNECTION AT I-JOIST 8

1" = 1'-0" ACOUSTICAL TILE 181 1/2" = 1'-0" 16TYP. SADDLE TIE
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TABLE 1: LATERAL FORCE BRACE ASSEMBLY SPACING

Design Spectral Acceleration Parameter SDS Brace Assembly Spacing

Less than or equal to 1.15 12'x12'  Full building height

Greater than 1.15 and less than or equal to 1.73 8'x12' for z/h greater than 0.5
12'x12'  for z/h less than or equal to 0.5

Greater than 1.73 8'x8' for z/h greater than 0.5
8'x12'  for z/h less than or equal to 0.5

1. CEILING SYSTEM GENERAL NOTES:
REFER TO SHEET AD-6.3 FOR ASSOCIATED DETAILS.

1.1 Ceiling system components shall comply with ASTM C635-07 and Section 5.1 of ASTM E580-10a. 
1.2 The ceiling grid system must be rated heavy duty as defined by ASTM C635-08.
1.3 Ceiling systems. The following ceiling system(s) is /are part of the scope of this project:

Manufacturer: Armstrong.
Product Evaluation Report: ICC-ESR-1308.
Main Runner: Prelude XL
Cross Runner: Prelude XL
Seismic Clip: BERC2.

1.4 Ceiling panels shall not support any light fixtures, air terminals or devices.
1.5 For ceiling installations utilizing acoustical tile panels of mineral or glass fiber, it is not mandatory to provide ¾”
clearance between the acoustical tile panels and the wall on sides of the ceiling which are free to slip. For all other 
ceiling panel types, provide ¾” clearance between the ceiling panel and the wall on the sides of the ceiling free to 
slip.

2. MATERIALS:

2.1 Ceiling wires shall be Class 1 zinc coated (galvanized) carbon steel conforming to ASTM A641-09a. Wire shall 
be #12 gage (0.106” diameter) with soft temper and minimum tensile strength = 70 ksi.
2.2 Galvanized sheet steel (including that used for metal stud and track compression struts/post) shall conform to 
ASTM A653, or other equivalent sheet steel listed in Section A3.1 of the North American Specification for the Design 
of Cold-Formed Steel Structural Members 2016, including supplement 3, dated 2020 (AISI S100-16). Material 43 mil 
(18 gage) and lighter shall have minimum yield of 33 ksi. Material 54 mil (16 gage) and heavier shall have a 
minimum yield strength of 50 ksi.
2.3 Electrical metallic tube (EMT) shall be ANSI C80.3/UL 797 carbon steel with G90 galvanizing. EMT shall have 
minimum yield strength (Fy) of 30 ksi and minimum ultimate strength (Fu) of 48 ksi.

3. ATTACHMENT OF HANGER AND BRACING WIRES:

3.1 Separate all ceiling hangers and bracing wires at least six 6) inches from all unbraced ducts, pipes, conduits, etc.
3.2 Hangers and bracing wires shall not attach to or bend around obstructions including but not limited to: piping, 
ductwork, conduit and equipment.
3.3 Hanger wires that are more than one (horizontal) in six (vertical) out of plumb shall have counter-sloping wires.
3.4 Slack safety wires shall be considered hanger wires for installation and testing requirements.
3.5 Hanger and bracing wire anchorage to the structure shall be installed in such a manner that the direction of the 
anchorage aligns closely with the direction of the wire. (e.g. bracing wire ceiling clips must be bent as shown in the 
details and rotated as required to align closely with the direction of the wire, screw eyes in wood must be installed so 
they align closely with the direction of the wire, etc.)

4. FASTENERS AND WELDING:

4.1 Sheet metal screws shall comply with ASTM C1513-10, ASME B18.6.4-89 (R2005). Penetration of screws 
through joined material shall not be less then three exposed threads.
4.2 Expansion anchors shall be in compliance with Structural requirements, refer to Structural General Notes.
4.3 Power-Actuated Fasteners shall be in compliance with Structural requirements, refer to Structural General Notes.
4.4 If not otherwise specified in the evaluation report, power-actuated fasteners installed in steel shall be installed so 
the entire pointed end of the fastener is driven through the steel member.
4.5 Power-actuated fasteners in concrete are not permitted for bracing wires.
4.6 Concrete reinforcement and prestressing tendons shall be located by non-destructive means prior to installing 
post-installed anchors.
4.7 Welding shall be in accordance with AWS D1.3 using E60XX series electrodes.
4.8 Eye lag screws for attaching hangar wires to wood framing shall have a current ESR report for attachment to 
wood
4.9 Basis of Design Product: I-Lag brand by Doc's Industries , INc ESR-4272

5. TESTING: All field testing must be performed in the presence of the project inspector.

5.1 Post-installed anchors in concrete used to support hanger wires shall be tested at a frequency of 10 percent. 
Power-actuated fasteners in concrete shall be field tested for 200 lbs. in tension. All other post-installed anchors in 
concrete shall be tested in accordance with CBC Section 1913A.7.
5.2 Post-installed anchors in concrete used to attach bracing wires shall be tested at a frequency of 50 percent in 
accordance with CBC Section 1913A.7.

6. LIGHT FIXTURES:

6.1 All light fixtures shall be positively attached to the ceiling suspension systems by mechanical means to resist a 
horizontal force equal to the weight of the fixture. A minimum of two screws or approved fasteners are required at 
each light fixture, per ASTM E580, Section 5.3.1.
6.2 Surface-mounted light fixtures shall be attached to the main runner with at least two positive clamping devices. 
The clamping device shall completely surround the supporting ceiling runner and be made of steel with a minimum 
thickness of #14 gage. Rotational spring catches do not comply. A #12 gage slack safety wire shall be connected 
from each clamping device to the structure above. Provide additional supports when light fixtures are eight (8) feet or 
longer or exceed 56 lbs. Maximum spacing between supports shall not exceed eight (8) feet.
6.3 Light fixtures weighing less than or equal to 10 lbs. shall have a minimum of one (1) #12 gage slack safety wire 
connected from the fixture housing to the structure above.
6.4 Light fixtures weighing greater than 10 lbs. but less than 56 lbs. may be supported directly on the ceiling runners, 
but they shall have a minimum of two (2) #12 gage slack safety wires connected from the fixture housing at diagonal 
corners to the structure above.

Exception: All light fixtures great than two by four feet weighing less than 56 lbs. shall have a #12 gage slack 
safety wire at each corner.

6.5 All light fixtures weighing greater than 56 lbs. shall be independently supported by not less than four (4) taut #12 
gage hanger wires (one at each corner) attached from the fixture housing to the structure above or other approved 
hangers. The four (4) taut #12 gage wires or other approved hangers, including their attachment to the structure 
above, shall be capable of supporting four (4) times the weight of the fixture.

7. SERVICES WITHIN THE CEILING:

7.1 All flexible sprinkler hose fitting mounting brackets, ceiling-mounted air terminals or other services shall be 
positively attached to the ceiling suspension systems by mechanical means. Screws or approved fasteners are 
required. A minimum of two attachments are required at each component.
7.2 Ceiling-mounted air terminals or other services weighing less than or equal to 20 lbs. shall have one (1) #12 
gage slack safety wire attached from the terminal or service to the structure above.
7.3 Flexible sprinkler hose fittings, ceiling-mounted air terminals or other services weighing more than 20 lbs. but less 
than or equal to 56 lbs. shall have two (2) #12 gage slack safety wires (at diagonal corners) connected from the 
terminal or service to the structure above.
7.4 Flexible sprinkler hose fittings, ceiling-mounted air terminals or other services weighing more than 56 lbs. shall be 
supported directly from the structure above by not less than four (4) taut #12 gage hanger wires attached from the 
terminal or service to the structure above or other approved hangers.

8. OTHER SERVICES WITHIN CEILING:

8.1 All lightweight miscellaneous devices, such as strobe lights, occupancy sensors, speakers, exit signs, etc., shall 
be attached to the ceiling grid. In addition, devices weighing more than 10 lbs. shall have a #12 gage slack safety 
wire anchored to the structure above. Devices weighing more than 20 lbs. shall be supported independently from the 
structure above

9 LATERAL BRACING
    Lateral force bracing is required per this section for all ceiling areas. The
             spacing of the bracing assemblies must be shown on the construction documents. 

Exception: Lateral force bracing may be omitted for suspended acoustical ceiling systems with a ceiling area
             of 144 square feet or less, when perimeter support in accordance with Section 3.3 of these requirements or
             with ASTM E580 Sections 5.2.2 and 5.2.3 are provided and perimeter walls are designed to carry the ceiling
             lateral forces. 
9.1 Provide lateral-force bracing assemblies consisting of a compression strut and four (4) #12 gage splayed
             bracing wires oriented 90 degrees from each other (see Sheet AD-6.3) 
9.2 Lateral-force bracing assemblies shall be spaced per Table 1 below for all values of the component
             importance factor of the ceiling. 

Where, as defined in ASCE 7-16, Section 13.3.1:
z = height in structure of point of attachment of ceiling with respect to the base
h = average roof height of the structure with respect to the base

Where different brace spacing is specified at various stories, the respective ceiling plan shall clearly 
indicate the brace spacing.
There shall be a brace assembly a distance of not more than one half of the above spacing from each 
surrounding wall, expansion joint and at the edges of any ceiling vertical offset.  For example, where 
the brace spacing is 8'x12', the distance shall be 4 feet in the direction of the 8 foot spacing and 6 feet 
in the direction of the 12 foot spacing.

9.3 The slope of bracing wires shall not exceed 45 degrees from the plane of the ceiling and wires shall be
             taut. Splices in wires are not permitted. 
9.4 Compression struts shall be adequate to resist the vertical component induced by the bracing wires,
             and shall not be more than 1 (horizontal) in 6 (vertical) out of plumb. 
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WEATHER BLOCKING 
MORTAR

RIDGE ROOFING TILE, PERMANENTLY 
SECURE WITH WIRE TIE, TYPICAL. NOSE 
OF RIDGE TILE SHALL BE SET IN A BEAD 
OF ROOFER'S MASTIC.

CONTINOUS FLASHING

2X4 STUD

FIELD TILES

FLEXIBLE SELF-ADHERING 
FLASHING

STRUCTURAL SHEATHING

NAILER AT EDGE OF 
RIGID INSULATION

RIGID INSULATION

3

16 OZ. 
COPPER 

FLASHING

CONTINUOUS 
SEALANT

WALL PER PLAN

CLAY  TILE

WEATHER 
BLOCKING 

MORTAR

RIDGE TILE, SET 
NOSE IN A BEAD OF 
ROOFER'S MASTIC

RIDGE STUD

FLEXIBLE FLASHING

DRAINAGE MAT 
OVER WEATHER 

RESISTANT 
BARRIER

SELF-ADHERING, SELF-
HEALING UNDERLAYMENT

RIGID INSULATION

3

SUSPENDED WOOD 
GRILLE REFER TO  
AD-6.3 & 6.4 FOR 
SUSPENSION SYSTEM

CONTINUOUS SILICONE 
ADHESIVE BOND (CAUTION: DO 
NOT DAB SILICONE ADHESIVE; 
APPLY CONTINUOUS STRIP OF 
SILICONE ADHESIVE)

WEATHER BLOCKING 
MORTAR TO 
COMPLETELY SEAL 
EAVE

1' - 0" 1' - 0"

0.09 DIA. TYPE 304 STAINLESS 
STEEL TWISTED WIRE "TYLE-TYE"

2 - #12 STAINLESS STEEL APPROVED 
ROOFING NAILS PER ANCHOR.

.09 DIA. STAINLESS STEEL 18" TIE 
WIRE TO BE WRAPPED AROUND 
ITSELF MIN. 5 FULL REVOLUTIONS 
AT EACH JUNCTION (TYP. FOR ALL 
TILES)

810-07-015

MINIMUM ONE ANCHOR EVERY 5' ALONG 
VERTICAL ROW OF WIRE.

810-07-022

WALL PER PLAN

TWO-PIECE CLAY 
ROOF TILE

SELF-ADHERING, SELF-
HEALING UNDERLAYMENT

3.5" WIDE PLAIN ROUND 
PROFILE 16 OZ. FT 

COPPER DOWNSPOUT 
TYP.

STRAP

PROVIDE PLASTER
SPACERS @ 

DOWNSPOUT 
ATTACHMENT

4" WIDE, HALF ROUND 
36 OZ.FT COPPER 

GUTTER, W/ #10 S.M.S. 
AT 16" O.C.

T&G, PAINTED

WEATHER BLOCKING 
MORTAR

6" OVERLAP

COPPER HANGAR  MIN. 
1/16" X 1" FLATSTOCK

DOWNSPOUTS OF 10' OR LESS 
SHALL HAVE TWO STRAPS OF 
SUPPORT.  LONGER 
DOWNSPOUTS SHALL BE 
SUPPORTED @ 10' MAXIMUM 
INTERVALS.

16 OZ. FT COPPER 
COUNTER FLASHING

NOSE HOOK @ END TILE 
TYP.

RIGID INSULATION

NAILER AT EDGE OF 
RIGID INSULATION

3

WEATHER BLOCKING MORTAR

NOTE: ALL ANCHORS OR NAILS SHALL BE 
MEMBRANE FLASHED SO AS TO PROVIDE 
CONT. WATER SHEDDING TOP SURFACE.

2x6 FASCIA BOARD, PAINT 
TO MATCH EXT. WALL

1X6 T&G , PAINT

TWO-PIECE CLAY ROOF TILE, 

ATTACH PER                                                                                           / -19

ROOF DIAPHRAGM 
SHEATHING, REFER TO 

STRUCTURAL

RIGID INSULATION

3/4" PLYWOOD NAILING 
DECK

SELF-ADHERING, SELF-
HEALING UNDERLAYMENT

6" OVERLAP

16 OZ. COPPER FLASHING

NOSE HOOK @ END TILE TYP.

NAILER AT EDGE OF RIGID 
INSULATION

EQ EQ

CL

3

0'
 - 

6"

PLASTER J-MOLD

ROOF PLAN

REFER TO

CLAY TILE

16 OZ. FT COPPER STEP  METAL 
COUNTERFLASHING

EXT. WALL

FLEXIBLE 
FLASHING 
CONFORM
ED TO TILE 
MIN. 4 1/2"

SELF-ADHERING, SELF-
HEALING 
UNDERLAYMENT

CORROSION RESISTANT  
SADDLE

COUNTER FLASHING 2" 
MIN. LAP

RIGID INSULATION

3

WEATHER BLOCKING 
MORTAR

NOSE HOOK @ END TILE 
TYP.

TWO-PIECE CLAY ROOF TILE, 

ATTACH PER                                                                                           

NOTE: ALL ANCHORS OR NAILS SHALL BE 
MEMBRANE FLASHED SO AS TO PROVIDE 
CONT. WATER SHEDDING TOP SURFACE. / -19

SELF-ADHERING, SELF-
HEALING UNDERLAYMENT

SHEATHING, 
REFER TO 

STRUCTURAL

6" OVERLAP

RIGID 
INSULATION

16 OZ. COPPER FLASHING

3/4" PLYWOOD NAILING 
DECK

NAILER @ EDGE OF RIGID INSUL.
3

2X FASCIA BOARD, PAINT 
TO MATCH EXT. WALL

3.5" WIDE PLAIN ROUND 
PROFILE 16 OZ. FT COPPER 

DOWNSPOUT W.O.

4" WIDE, HALF ROUND 36 
OZ.FT COPPER GUTTER, W/ 
#10 S.M.S. AT 16" O.C. W.O.

TWO-PIECE CLAY 
ROOF TILE

SELF-ADHERING, SELF-HEALING 
UNDERLAYMENT

T&G, PAINTED

WEATHER BLOCKING MORTAR

6" OVERLAP

16 OZ. COPPER 
COUNTER FLASHING

NOSE HOOK @ END TILE TYP.

RIGID INSULATION

NAILER AT EDGE OF 
RIGID INSULATION

3

DISTANCE PER PLAN

GLULAM BEAM, REFER TO 
STRUCTURAL

JOIST, REFER TO STRUCTURAL

3.5" WIDE PLAIN ROUND 
PROFILE 16 OZ. FT COPPER 

DOWNSPOUT TYP.

4" WIDE, HALF ROUND 36 OZ.FT 
COPPER GUTTER, W/ #10 

S.M.S. AT 16" O.C.

SUSPENDED WOOD 
GRILLE REFER TO  
AD-6.3 and 6.4 FOR 
SUSPENSION SYSTEM

2X CONTINUOS BLOCKING

2X CONTINUOS 
BLOCKING

2X4 BLOCKING 
@ 16" O.C.
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1 1/2" = 1'-0" RIDGE @ TILE ROOF 91 1/2" = 1'-0" RIDGE @ TILE ROOF/EXTERIOR WALL 7

1 1/2" = 1'-0" TYPICAL ROOF TILE FASTENING 191 1/2" = 1'-0" TYP. GUTTER @ ROOFLINE CORNICE 17

1 1/2" = 1'-0" TILE EAVE 2

1 1/2" = 1'-0" TILE SIDE WALL FLASHING 6

1 1/2" = 1'-0" TILE EAVELESS 1 1 1/2" = 1'-0"EAVE AT TRAINING ROOM 4
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W

CRICKET

FLASHING

12
".

18".

2H
8"

.

H = 4:12
       5:12
       6:12

4" TYP.

LINE OF CLAY TILE

4"

EXTEND SELF-ADHERING, SELF-
HEALING UNDERLAYMENT
O/ MTL. AND TO 4" FROM END OF TILE

MTL. CLEAT 24" O.C.

1"

16OZ MIN.  COPPER 
SHEET METAL. VALLEY.  
LAP 8"

13-1/2" TYP.

SELF-ADHERING, SELF-HEALING 
UNDERLAYMENT

NAILER AT EDGE OF RIGID 
INSULATION

16 OZ MIN. COPPER COUNTER FLASHING

1X8 BLOCKING

FELT  FASTEN @ 6" O.C. LAP OVER 
SELF-ADHERING UNDERLAYMENT

CEMENT MORTAR OVER FLEXIBLE 
SELF-ADHERING FLASHING

TWO-PIECE CLAY ROOF TILE

WALL PER PLAN

7 
1/

2"

SELF-ADHERING, SELF-HEALING 
UNDERLAYMENT

WALL PER 
PLAN

TWO-PIECE CLAY 
ROOF TILE

WEATHER 
BLOCKING 
MORTAR

SELF-ADHERING, SELF-
HEALING UNDERLAYMENT

RIDGE STUD

FLEXIBLE SELF-
ADHERING FLASHING

NOTE: THE NOSE OF EACH RAKE 
TILE SHALL BE SET IN A BEAD OF 

ROOFER'S MASTIC.

RIGID INSULATION

NAILER AT EDGE OF RIGID 
INSULATION

1X6 T&G , PAINTED

PLASTER J-MOLD

PLASTER

OUTLOOKER, REFER TO 
STRUCTURAL

@
 E

A
V

E

M
A

TC
H

 F
A

S
C

IA
 

ROOF PLAN

REFER TO

NOTE: PROVIDE FLEX. FLASHING IN SHINGLE FASHION W/ WEATHER 
BARRIER. OVERLAP WITH WEATHER BARRIER PER 
MANUFACTURER'S WRITTEN INSTRUCTIONS.

FASTENERS

FRAMING PER PLAN

COPPER DOWNSPOUT

BACKER ROD & SEALANT

COPPER DOWNSPOUT BRACKET

CEMENT PLASTER O/ LATH AND 
PAPER O/ RIGID INSUL.

PLAN VIEW

WPB CONT. BEHIND 
BRACKET

FLEXIBLE FLASHING. 
OVERLAP ALL SIDES 
OF BRACKET

DOWNSPOUT, 
COPPER FINISH

AI
R 

G
AP

1/
4"

 M
AX

.

COPPER DOWNSPOUT 
BRACKET W/ STIRRUP

CONNECT TO SITE STORM DRAIN, 
REFER TO CIVIL

WALL PER PLAN

DOWNSPOUT BOOT

SLOPE

BELL FLANGE PROVIDE 1" OVERLAP 
W/ AIR GAP @ DOWNSPOUT

1/4" CAULK 
JOINT 

BETWEEN 
PARTS

EXTERIOR WALL 
ASSEMBLY PER 
PLANS

GFRC PARAPET 
CAP W/ DRIP EDGE 
AND MECHANICAL 
FASTENERS 
(DEFERRED 
SUBMITTAL).

WRAP FLEXIBLE 
FLASHING OVER 
TOP OF FRAMING 
AND 6" DOWN EACH 
SIDE OF WALL

5"

1
 1

/2
"

2
 1

/2
"

1 1/2"

PREFINISHED 
FLASHING

KEE ROOF 
MEMBRANE

1/4" CAULK 
JOINT 

BETWEEN 
PARTS

EXTERIOR WALL 
ASSEMBLY PER 
PLANS

GFRC PARAPET 
CAP, CORNICE, 
AND MECHANICAL 
FASTENERS 
(DEFERRED 
SUBMITTAL).

WRAP FLEXIBLE 
FLASHING OVER 
TOP OF FRAMING 
AND 6" DOWN EACH 
SIDE OF WALL

7
"

1
 1

/2
"

7
 3

/4
"

2
 1

/2
"

1
 1

/2
"

1 1/2"

1 1/2"

5"

KEE ROOF 
MEMBRANE
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DETAILS
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Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1 1/2" = 1'-0" CRICKET AT CLAY TILE ROOF 31 1/2" = 1'-0" CLAY TILE VALLEY 1 1 1/2" = 1'-0" CLAY TILE WALL FLASHING 2

3" = 1'-0" RAKE @ TILE ROOF 10

3" = 1'-0" 20DOWNSPOUT @ EXT. PLASTER

3" = 1'-0" 15DOWNSPOUT @ STORM DRAIN

3" = 1'-0" 8GFRC PARAPET CAP - PROFILE 1

3" = 1'-0" 18GFRC CORNICE  - PROFILE 2
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B

SECTION B

KEE COMPATIBLE 
SEALANT BY 
ROOFING MFR.

AA

PLAN A 

B
KEE ROOF MEMBRANE

KEE MEMBRANE FLASHING 
STRIP. HOT AIR WELD.

COPPER SCUPPER

COPPER FLASHING

KEE MEMBRANE 
FLASHING

ADHESIVE BY 
ROOFING MFR

KEE MEMBRANE 
FLASING STRIP. HOT 
AIR WELD (TYP.)

GALV. ANNULAR 
RING SHANK NAILS 
@ 3" O.C. TYP.

COPPER SCUPPER 
BY ROOFING MFR.

KEE ROOF 
MEMBRANE

KEE MEMBRANE 
FLASING STRIP. HOT 
AIR WELD (TYP.)

COPPER FLASHING 

KEE COMPATIBLE SEALANT 
BY ROOFING MFGR 
(TOOLED) (TYP).

FLEXIBLE FLASHING

LAP WPB & DRAINAGE MAT O/ 
ALUM. FLASHING

COPPER FLASHING

CONT. SEALANT W/ BACKER ROD

LAP ALUM. FLASING O/ WPB 

COPPER SCUPPER BY 
ROOFING MFR.

EXTERIOR WALL ASSEMBLY 
PER PLANS

DRAINAGE MAT, LAP OVER 
ALUM. FLASHING

TOOLED SEALANT JOINT

SLOPE

0 '
 -

 4
 1

/ 2
"

(E) PIPE OR CONDUIT

PIPE CLAMP

CHANNEL SUPPORT

DURA-BLOCK DB610 SUPPORT

SET IN MASTIC ADHESIVE0'
 -

 6
"

 
2

 7
/1

6
"

0' - 6"

REFER TO                       FOR 
ROOF ASSEMBLY

NOTE:
SPACING @ 7' O.C. MIN. BETWEEN MECH. 
ANCHORAGE. REFER TO 15/AD-100 @ 20' O.C. MIN.

/R1 AD-0.7

ROOF ASSEMBLY PER 
R-1/AD-0.7 

KEE ROOFING 
MEMBRANE

KEE MEMBRANE FLASHING. 
FULLY ADHERED TO EQUIP. 
SUPPORT. HOT AIR WELD 
TO ROOF MEMBRANE.

PIPE/CONDUIT PER MECH.

GALV. ANNULAR RING 
SHANK NAILS @ 3" O.C.

MANUFACTURED 
SUPPORT PER MECH.

STRUCTURAL SUPPORT

ROOF MEMBRANE

CURB

FASTENER PER MFR. REC.

BONDING ADHESIVE

8
" 

M
IN

.

FASTENER AND DISC 
PER MFR. REC. 

KEE ROOF 
MEMBRANE

EXHAUST FAN

BLOCKING BELOW 
CURB, BETWEEN 
FRAMING MEMBERS

ROOF MEMBRANE, WRAP 
AROUND T.O. CURB

PREFINISHED SHEET 
METAL CAP AND FLASHING

EQUIPMENT, PER 
MECHANICAL

ROOF SHEATHING

MANUFACTURERED 
SUPPORT CURB

HOT AIR WELD

COVER BOARD

0'
 -

 5
"

8
" 

M
IN

.

ROOFING

RIGID INSULATION

AC UNIT

ROOFING BASE 
FLASHING TO COVER 
ENTIRE CURB

PREFINISHED SHEET 
METAL CAP FLASHING

KEE ROOFING 
MEMBRANE

RIGID 
INSULATION

BLOCKING

JOIST PER 
STRUCTURAL 
FRAMING PLAN

PREFABRICATED EQUIPMENT SUPPORT

4

AD-7.2

KEE MEMBRANE FLASHING STRIP. HOT 
AIR WELD.

GALV. ANNULAR RING SHANK 
NAILS @ 6" O.C.

KEE MEMBRANE

CONT. WOOD BLOCKING

RIGID INSULATION 
PER ROOF PLAN

MEMBRANE ROOFING, REFER TO
                     FOR ASSEMBLY/R1 AD-0.7

BUTYL SEALING TAPE

SHEET METAL CLEAT. FASTEN 
W/ GALV. ANNULAR RING SHANK 
NAILS @ 3" O.C.

PREFINISHED SHEET METAL EDGE

PIPING

WALL PER PLAN

FLEXIBLE FLASHING 
SURROUNDED BY SEALANT

J MOLD

1
2
"

10 3/4"

WALL PER PLAN

FLEXIBLE FLASHING 
SURROUNDED BY SEALANT

J MOLD

FRONT ELEVATION

SIDE ELEVATION
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3" = 1'-0" 07-046 SCUPPER @ PLASTER WALL 14

3" = 1'-0" 6
DURA-BLOCK PIPE OR CONDUIT
SUPPORT

3" = 1'-0" 2PIPE OR CONDUIT SUPPORT 3" = 1'-0" 3EXHAUST FAN CURB 3" = 1'-0" 4MECHANICAL EQUIPMENT CURB

1" = 1'-0" 10MECHANICAL UNIT PAD

3" = 1'-0" 1METAL ROOF EDGE, TYP.

1 1/2" = 1'-0"CONDUCTOR HEAD 20
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FASTENERS THROUGH 
TERMINATION BAR AT 8" O.C.

BONDING ADHESIVE

ROOF ASSEMBLY, REFER TO 
HORIZONTAL ASSEMBLIES

CANT STRIP

NOTES:
ALL PLIES SELF-ADHERING

BLOCKING, REFER TO 
STRUCTURAL

WALL PER PLAN

GFRC PARAPET CAP, REFER 
TO 8 OR 18/AD-7.1 WHERE 
OCCURS

MECHANICALLY ATTACHED 
KEE SINGLE PLY ROOFING

FLEXIBLE FLASHING, WRAP 6" 
DOWN EACH SIDE OF WALL 
ON TOP OF WEATHER 
BARRIER AND ROOFING

SEALANT

PREFINISHED SHEET METAL 
FLASHING

FASTENER AT 12" O.C. WITH 
EPDM WASHER 

9

AD-7.3

NOTES:   1.  DO NOT CUT PREFABRICATED BOOT.  IT MUST BE PULLED OVER  PIPE.

18
" 

M
IN

.

ROOFING COMPATIBLE SEALANT

S.S. CLAMP

ONE-PIECE BOOT

BASE PLATE WITH 
FASTENERS, REFER TO 
STRUCTURAL

BOOT CLOSURE

2 STEEL PIPE, WELD TO 
6"X6"X1/4" BASE PLATE

P.V. RACK SUPPORT, 
DEFERRED SUBMITTAL

NON REINFORCED MEMBRANE 
FLASHING. EXTEND 1/2" BEYOND 
CLAMPING RING

MEMBRANE MIN. 48"

KEE ROOFING MEMBRANE

PLUMB.

PER

PLUMB.

PER

COMBINATION ROOF DRAIN & OVERFLOW UNIT

DEBRIS STRAINER

PLYWOOD ROOF SHEATHING 
PER STRUCT. TYP.

CLAMPING RING, TYP.

TAPER INSULATION 24" MIN. FROM 
CENTER OF DRAIN, STAGGER ALL 
JOINTS, FASTEN PER SPEC.

OVERFLOW PIPING

ROOF DRAIN PIPING -
CONNECT TO 
UNDERGROUND 
STORM DRAIN

NOTE: SEE PLUMB. FOR DRAIN SIZES 
AND OTHER INFO.

NOTE: 
PROVIDE FLEXIBLE COUPLINGS 
BETWEEN ROOF DRAIN AND DRAIN 
PIPE, AND OVERFLOW AND DRAIN 
PIPE

ROOF ASSEMBLY 
PER HORIZONTAL 
ASSEMBLIES

ROOFING MEMBRANE
HOT AIR WELD

1/8" X 1" ALUM. BAR W/ 
SCREWS AT 8" O.C.

TREMPLY KEE LV BONDING 
ADHESIVE

KEE MEMBRANE FLASHING

PARAPET FRAMING, 
REFER TO STRUCTURAL

RIGID FOAM 2" THICK, SEAL 
EDGES

SEALANT BY ROOFING MFR.

KEE ROOF MEMBRANE

NON-REINFORCED FTR 
FIELD FORMED FLASHING 
MEMBRANE

TREMPLY PLUS FASTENER 
& STRESS PLATE (MIN. 4)

HOT AIR WELD, TYP.

NON-REINFORCED TREMPLY 
PLUS FIELD FORMED 
FLASHING MEMBRANE

TREMPLY KEE LV BONDING 
ADHESIVE

S.S. WORM GEAR CLAMP

8
" 

M
IN

.

0'
 - 

0 
1/

2"

WEATHER BARRIER

PREFINISHED SHEET METAL FLASHING 
(6" UP)

WEATHER BARRIER (6" UP)

CEMENT FIBER BACKER BOARD

GROUT

SEE AD-12 FOR BALCONY FLOOR 
ASSEMBLY

PROFILES OF BOTH 
METAL FLASHING

.

.4"

6"

CEMENT PLASTER O/ INSULATION

ROOF ASSEMBLY 
PER R-1/AD-0.7 

LAP ROOFING 
MEMBRANE INTO DRAIN 
ASSEMBLY & CLAMP PER 
MANUFACTURER'S 
WRITTEN INSTRUCTIONS

1' - 4"

FACE OF WALL TO DRAIN CL

DRAIN ASSEMBLY 
PER PLUMBING 

BLOCKING

WALL FLASHING 
PER 9/-

0'
 - 

3"

DECK PLATE BY DRAIN 
MANUFACTURER

0' - 10"

TAPERED INSUL.
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1 1/2" = 1'-0" PARAPET AT MEMBRANE ROOFING 6 3" = 1'-0" 
PV RACK CONNECTION AT
MEMBRANE ROOF

10

3" = 1'-0" ROOF DRAIN WITH OVERLOW 18

3" = 1'-0" ROOF FLASHING AT WALL 9

3" = 1'-0" 
ROOF PENETRATION @ PLUMBING
STACK

19

6" = 1'-0" 8BALCONY AT EXT. WALL

3" = 1'-0"ROOF DRAIN - NO OVERFLOW 13
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GFRC WALL CAP W/ DRIP EDGE 

1/4" GAP WITH SEALANT

TILE O/ WATERPROOF MEMBRANE

MAX
3/16"

R
E

FE
R

 T
O

 R
2 

/ A
D

-0
.7

1'
 - 

1 
3/

4"
 P

LA
Z

A
 D

E
C

K
 P

A
V

E
R

 A
S

S
E

M
B

LY
1'

 - 
10

" 
 P

LA
N

TE
R

 W
A

LL

0'
 - 

2 
1/

4"

MIN. 2% SLOPE

4"
 M

IN
, 6

" P
R

E
FE

R
R

E
D

WEEP SCREED

POLYURETHANE SEALANT

TERMINATION BAR

REFER TO DETAIL 10/AD-7.4 FOR 
PLANTER WATERPROOFING AND 
DRAINAGE

POLYURETHANE SEALANT

ELASTOMERIC SHEETING 
EMBEDDED IN HOT FLUID-
APPLIED WATERPROOFING

8" CMU WALL WITH JOINTS 
STRUCK FLUSH

GFRC WALL CAP 

R
E

FE
R

 T
O

 R
2 

/ A
D

-0
.7

1'
 - 

1 
3/

4"
 P

LA
Z

A
 D

E
C

K
 P

A
V

E
R

 A
S

S
E

M
B

LY
0'

 - 
9"

MIN. 2% SLOPE
REFER TO DETAIL 10/AD-7.4 FOR 
PLANTER WATERPROOFING AND 
DRAINAGE

8" CMU WALL WITH JOINTS 
STRUCK FLUSH

1/4" GAP WITH SEALANT

TILE FINISH,

DRAINAGE BOARD

ROOT BARRIER

HOT FLUID-APPLIED 
WATERPROOFING WITH 
REINFORCING FABRIC

SLOPED MORTAR BED, 
MIN 5% SLOPE TO DRAIN

STANDPIPE WITH FILTER FABRIC, 
REFER TO LANDSCAPE

DRAIN, REFER TO PLUMBING

GRAVEL WRAPPED IN FILTER 
FABRIC, REFER TO LANDSCAPE

POLYURETHANE SEALANT

POLYURETHANE SEALANT

TERMINATION BAR

ELASTOMERIC SHEETING EMBEDDED IN 
HOT FLUID-APPLIED WATERPROOFING

HOT FLUID-APPLIED WATERPROOFING 
WITH REINFORCING FABRIC

ROOT BARRIER

DRAINAGE BOARD

CONCRETE PLANTER WALL

SOIL, REFER TO LANDSCAPE

MULCH, REFER TO LANDSCAPE

1" EYE BOLT, REFER TO LANDSCAPE 
FOR LOCATIONS

3"
 M

IN
.

R
E

FE
R

 T
O

 R
2 

/ A
D

-0
.7

1'
 - 

2"
  P

LA
ZA

 D
E

C
K

 A
S

S
E

M
B

LY

DRAIN, REFER TO 
PLUMBING

ELASTOMERIC SHEETING EMBEDDED 
IN HOT-APPLIED ASPHALT

2x6 ACCOYA WOOD 
PLANKS, MATCH 
ACCOYA SIDING

2X2X5/8 HSS AT 2' O.C

GFRC WALL CAP 
W/ DRIP EDGE 

1/4" GAP WITH SEALANT

TILE FINISH, REFER TO ________

R
E

FE
R

 T
O

 R
2 

/ A
D

-0
.7

1'
 - 

1 
3/

4"
 P

LA
Z

A
 D

E
C

K
 P

A
V

E
R

 A
S

S
E

M
B

LY
1'

 - 
10

" 
 P

LA
N

TE
R

 W
A

LL

0'
 - 

2 
1/

4"

MIN. 2% SLOPE

WEEP SCREED

POLYURETHANE SEALANT

TERMINATION BAR

REFER TO DETAIL 
10/AD-7.4 FOR 
PLANTER 
WATERPROOFING 
AND DRAINAGE 1'

 - 
6"

8" CMU WALL WITH 
JOINTS STRUCK 
FLUSH

POST IN POST 
BASE, REFER TO 
STRUCTURAL

ELASTOMERIC SHEETING 
EMBEDDED IN HOT-
APPLIED ASPHALT

4"
 M

I N
.

POLYURETHANE SEALANT

STAINLESS STEEL 
CLAMP RING

3/16" MAX.

GFRC WALL CAP W/ 
DRIP EDGE 

1/4" GAP WITH SEALANT

TILE FINISH, 

3'
 - 

0"
  P

LA
N

TE
R

 W
A

LL

0'
 - 

2 
1/

4"

MIN. 2% SLOPE

4"
 M

IN
, 6

" P
R

E
FE

R
R

E
D

REFER TO DETAIL 
10/AD-7.4 FOR 
PLANTER 
WATERPROOFING 
AND DRAINAGE

8" CMU WALL 
WITH JOINTS 
STRUCK FLUSH

REFER TO DETAIL 
10/AD-7.4 FOR 
PLANTER 
WATERPROOFING 
AND DRAINAGE

1/4" GAP WITH SEALANT

TILE FINISH,

GALV 'J' WEEP SCREED

1/4" GAP, DO NOT SEAL
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BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

3" = 1'-0"PLAZA DECK AT TALL PLANTER 7

3" = 1'-0" 17PLAZA DECK AT LOW CONC PLANTER

3" = 1'-0" 10
PLAZA DECK PLANTER TYPICAL
WATERPROOFING

3" = 1'-0" 9PLAZA DECK AT DRAIN

3" = 1'-0"BENCH AT PLAZA DECK PLANTER 20

3" = 1'-0" 4
PLAZA DECK AT TRELLIS POST AT
CONCRETE SLAB

3" = 1'-0" 18
WALL BETWEEN PLANTERS AT CONC
SLAB

3" = 1'-0" 8
PLAZA DECK PLANTER AT BUILDING
WALL
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TRELLIS POST, 
REFER TO 
STRUCTURAL

ELASTOMERIC SHEETING 
EMBEDDED IN HOT-
APPLIED ASPHALT

4"
 M

I N
.

POLYURETHANE SEALANT

STAINLESS STEEL 
CLAMP RING

R
E

FE
R

 T
O

 R
3 

/ A
D

-0
.7

P
LA

ZA
 D

E
C

K
 A

S
S

E
M

B
LY

3/16" MAX.

POLYURETHANE SEALANT

POLYURETHANE SEALANT

TERMINATION BAR

ELASTOMERIC SHEETING 
EMBEDDED IN HOT FLUID-
APPLIED WATERPROOFING

3/16" MAX.
1/8" MIN,

1"
 M

IN
.

GALV. Z FLASHING, SLOPE FOR 
DRAINAGE

GALV. 'J' WEEP SCREED

1/
2"

 M
IN

.

LAP WEATHER BARRIER 
OVER GALV. Z FLASHING 

4"
 M

IN
.

WALL PER PLAN; WHERE CMU 
WALL OCCURS AT SIMILAR 
CONDITION, OMIT Z FLASHING

R
E

FE
R

 T
O

 R
3 

/ A
D

-0
.7

P
LA

ZA
 D

E
C

K
 A

S
S

E
M

B
LY

R
E

F
E

R
 T

O
 R

2
 /

 A
D

-0
.7

 (
R

3
 /

 A
D

-0
.7

 A
T

 S
IM

IL
A

R
 C

O
N

D
IT

IO
N

)

P
L
A

Z
A

 D
E

C
K

 A
S

S
E

M
B

L
Y

POLYURETHANE 
SEALANT

POLYURETHANE SEALANT

TERMINATION BAR

ELASTOMERIC 
SHEETING EMBEDDED 
IN HOT FLUID-APPLIED 
WATERPROOFING

DRAINAGE BOARD, 
PROTECTION COURSE, 
AND HOT FLUID-APPLIED 
WATERPROOFING 
(REFER TO R2/AD-0.7,) 
TURN UP WALL MIN. 4"

DOOR THRESHOLD

SELF-ADHERED AIR AND 
VAPOR BARRIER MEMBRANE

DOOR

1/
2"

 M
A

X
.

1/
4"

 M
A

X
.

R
E

F
E

R
 T

O
 R

2
 /

 A
D

-0
.7

P
L
A

Z
A

 D
E

C
K

 A
S

S
E

M
B

L
Y

POLYURETHANE 
SEALANT

POLYURETHANE SEALANT

TERMINATION BAR

ELASTOMERIC 
SHEETING EMBEDDED 
IN HOT FLUID-APPLIED 
WATERPROOFING

DRAINAGE BOARD, 
PROTECTION COURSE, 
AND HOT FLUID-APPLIED 
WATERPROOFING 
(REFER TO R2/AD-0.7,) 
TURN UP WALL MIN. 4"

3/16" MAX.
1/8" MIN,

1"
 M

IN
.

GALV. Z FLASHING, 
SLOPE FOR DRAINAGE 
AND SET IN BEAD OF 
POLYURETHANE 
SEALANT

GALV. WEEP SCREED

1/
2"

 M
IN

.

LAP WEATHER BARRIER 
OVER GALV. Z FLASHING 

2"
 M

IN
.

WALL PER PLAN; WHERE 
CMU WALL OCCURS AT 
SIMILAR CONDITION, 
OMIT Z FLASHING

R
E

FE
R

 T
O

 R
2 

/ A
D

-0
.7

 (R
3 

/ A
D

-0
.7

 A
T 

S
IM

IL
A

R
 C

O
N

D
IT

IO
N

)

P
LA

ZA
 D

E
C

K
 A

S
S

E
M

B
LY

POLYURETHANE 
SEALANT

POLYURETHANE SEALANT

TERMINATION BAR

ELASTOMERIC 
SHEETING EMBEDDED 
IN HOT FLUID-APPLIED 
WATERPROOFING

DRAINAGE BOARD, 
PROTECTION COURSE, 
AND HOT FLUID-APPLIED 
WATERPROOFING 
(REFER TO R2/AD-0.7,) 
TURN UP WALL MIN. 4"

SELF-ADHERED AIR AND 
VAPOR BARRIER MEMBRANE

WINDOW

3/16" MAX.

COPPER FLASHING

update for window condition 
(coord w/ Ben)

CONCRETE STAIR, REFER TO 17/AD-9.1
3/16" MAX.

PLAZA DECK SYSTEM

HOT FLUID APPLIED WATERPROOFING, REFER 
TO DETAL 8 FOR ADDITIONAL INFORMATION

NOTES: 
1. TOOLED JOINTS SHALL BE CONTINUOUS, 3" AWAY 
FROM EACH END OF TREAD, TYP.
2. REFER TO STRUCTURAL FOR ADDITIONAL INFO.

STAIR NOSING TO NOSING

PER PLAN
SLOPE TREAD: 1/8:12 MIN. 
1/4:12 MAX., TYP.

TOOLED 1/4"X1/4" GROOVES SPACED APPROX 3/4" 
CENTER TO CENTER, PAINTED WITH CONTRASTING 
COLOR AT TOP APPROACH AND BOTTOM RISER

CAST IN PLACE 
CONC. STAIR, 
REFER TO 
STRUCTURAL

3" 1"

3/4"

NOTES: 
1. TOOLED JOINTS SHALL BE 
CONTINUOUS, 3" AWAY FROM EACH 
END OF TREAD, TYP.
2. REFER TO STRUCTURAL FOR 
ADDITIONAL INFO.

CAST IN PLACE 
CONC. STAIR, 
REFER TO 
STRUCTURAL

POLYURETHANE SEALANT

TERMINATION BAR

ELASTOMERIC SHEETING 
EMBEDDED IN HOT FLUID-
APPLIED WATERPROOFING

GALV. L FLASHING, 

LAP WEATHER BARRIER 
OVER GALV. FLASHING 

4"
 M

IN
.

R
E

FE
R

 T
O

 R
3 

/ A
D

-0
.7

P
LA

ZA
 D

E
C

K
 A

S
S

E
M

B
LY

SELF-ADHERED AIR AND 
VAPOR BARRIER MEMBRANE

3

POST IN STANDOFF 
BASE, REFER TO 
STRUCTURAL

ELASTOMERIC 
SHEETING 
EMBEDDED IN HOT-
APPLIED ASPHALT

4"
 M

I N
.

POLYURETHANE 
SEALANT

STAINLESS STEEL 
CLAMP RING

ACETYLATED WOOD 
VERTICAL SIDING WITH 
TWO STAINLESS STEEL 
RING SHANK NAIL TO 
EACH BATTEN. MITER 
CORNERS.

1X2 BATTEN AT 16" O.C.

1/
2"

GFRC 
COLUMN 
SURROUND

1'
 - 

6"

1' - 4"
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3" = 1'-0" 15
PLAZA DECK AT TRELLIS POST AT
WOOD FRAMING

3" = 1'-0" 19
PLAZA DECK AT BUILDING WALL AT
WOOD FRAMING

3" = 1'-0" 9PLAZA DECK AT DOOR THRESHOLD 3" = 1'-0" 10
PLAZA DECK AT BUILDING WALL AT
CONCRETE SLAB

3" = 1'-0" 8PLAZA DECK AT GLAZING ON CURB

3" = 1'-0"PLAZA DECK AT TOP OF CONC. STAIR 2

1 1/2" = 1'-0" PASEO CONCRETE STAIR @ WALL 7

1 1/2" = 1'-0" 12PASEO CONCRETE STAIR @ GROUND

3" = 1'-0" 18
PLAZA DECK DOOR SILL AT WOOD
FRAMING

3" = 1'-0" 16
PLAZA DECK AT WOOD POST WITH
SURROUND

3
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PLASTIC LAMINATE SHELVES 
AS INDICATED ON INT. 
ELEVATIONS.

STUD BLOCKING PER 

WOOD  BLOCKING - MINIMUM 
(3), (1) @ TOP, (1) @ MID 
SPAN, (1) @ BOTTOM

WOOD VENEER O/ 3/4" 
PLYWOOD DOOR

WALL BASE

CEILING PER
CEILING PLAN

1/4" HARDBOARD
BACKING (TYP.)

BASE CABINET
SEE ELEVATIONS, 

WALL PER PLAN

ADJ. SHELF WITH 
SHELF CLIPS

VENEER OVER 1/2" 
PLYWOOD CABINET 
BODY & DOORS

STUD BACKING, METAL AT 
GROUND FLOOR, WOOD 
AT UPPER FLOORS

S
E

E
 IN

T
E

R
IO

R
 E

LE
V

A
T

IO
N

S
S

E
E

 IN
T

E
R

IO
R

 E
LE

V
A

T
IO

N
S

14" U.O.N.

WIRE PULL, TYP.

SHELF PIN HOLES

TYPICAL CABINET NOTES

1. USE 3MM HEAT BOUNDED EDGE BANDING ALL AROUND @ ALL THE LAMINATE 
DRAWER EDGES & DRAWER FACE EDGES.  EASE CORNERS TYP.

2. DRAWER (NOT SHOWN) CONSTRUCTION SHALL COMPLY WITH W.I. STANDARDS.  SEE 
INTERIOR ELEVATIONS FOR LOCATIONS.

SOLID SURFACE 
COUNTERTOP O/ 
3/4" PLYWD. REFER 
TO DETAIL 2&7

TOPSET BASE @ 
TOE KICK, W.O. PER 
FINISH SCHEDULE

1X4 W/ 1/4" DIA.
S.M.S. @ 16 O.C.

1/4" HARDBOARD 
CABINET BACK

3/4" PLY ADJ. 
SHELF WITH SHELF 
CLIPS

1 1/8" PLYWD. 
ATTACHED TO 2X 
SILL W/ #10X 2 1/2" 
WD. SCREWS 12" 
O.C. TYP.

DRILLED 
ADJUSTABLE SHELF 
PIN  HOLES.

P.T.D.F. 2X4 W/ 3/8" 
DIA. EXPANSION 
ANCHOR @ 32" O.C. 
AT CONCRETE,  

STUD BACKING 
(FLAT STRAPPING AT 
GROUND FLOOR

WALL PER PLAN

0' - 0 1/2"

0'
 -

 1
 1

/2
"

0'
 -

 6
"

S
E

E
 IN

T
E

R
IO

R
 E

LE
V

A
T

IO
N

S

DRAWERS, W.O.

1/2" PLYWOOD 
VENEER BODY & 
DOORS, TYP.

0'
 -

 6
"

2' - 0" TYP. U.N.O.

BACKSPLASH W.O.

SOLID SURFACE

SOLID SURFACE EDGE. 
TYP.

DOOR

PLYWOOD SUB TOP

1/4"

1
/4

"

1
 1

/4
"

1"

WOOD VENEER

SOLID SURFACE

1 
1/

2"

1/4"

1
/4

"

1"

WOOD VENEER
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1 1/2" = 1'-0" FULL HEIGHT CABINET 16

1 1/2" = 1'-0" TYP. UPPER CABINET 6

1 1/2" = 1'-0" 15TYPICAL BASE CABINET

6" = 1'-0" COUNTER EDGE DETAIL W/ DOOR 7

6" = 1'-0" COUNTER EDGE DETAIL 2
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EQ EQ

SIDE ELEVATION

GLAZING

#4 BRUSHED S.S. 
CYLINDRICAL 
HANDRAIL

6"
6"

6"

8'
 - 

0"

LED LIGHT 
FIXTURES

TRANSLUCENT 
ACRYLIC CLG. 
LAY-IN PANELS

1/8" X 1/8" REVEAL TYP.

STAINLESS STEEL 
FINISH O/ 1/2" 
PARTICLE BOARD

BACK ELEVATION

-PASSENGER ELEVATORS SHALL BE MADE TO ENSURE THAT THEY 
REMAIN ACCESIBLE AND USABLE AT ALL TIMES THE BUILDING IS 
OCCUPIED
-THE HIGHEST OPERABLE PART OF A TWO-WAY EMERGENCY 
INTERCOM SYSTEM MUST BE 48" MAX. AFF (40" PREFERED). THE 
DEVICE MUST BE IDENTIFIED BY TACTILE CHARACTERS LOCATED 
ADJACENT TO THE DEVICE.  IF THE SYSTEM USES A HANDSET, THE 
CORD FROM THE PANEL TO THE HANDSET MUST BE 29" MIN. LONG. 
THE CAR EMERGENCY SIGNALING DEVICE CANNOT BE LIMITED TO 
VOICE COMMUNICATION.  IF INSTRUCTIONS FOR USE ARE PROVIDED, 
ESSENTIAL INFORMATION MUST BE PRESENTED IN BOTH TACTILE AND 
VISUAL FORM (11B-308). 
-OBJECTS ADJACENT TO, AND BELOW, HALL CALL BUTTONS SHALL 
NOT PROJECT MORE THAN 4 IN. FROM THE WALL. (11B-407.2.14)
-ON THE MAIN LEVEL ENTRY A RAISED FIVE-POINTED STAR SHALL BE 
PLACED TO THE LEFT OF THE RAISED CHARACTER . THE OUTSIDE 
DIAMETER OF THE STAR SHALL BE 2 INCHES AND ALL POINTS OF 
EQUAL LENGTH. RAISED CHARACTERS INCLUDING THE STAR, SHALL 
BE WHITE ON A BLACK BACKGROUND. CONTRACTED (GRADE 2) 
BRAILLE CMPLYING WITH SECTION 1117B.5.6 SHALL BE PLACED 
BELOW THE CORRESPONDING RAISED CHARACTERS AND THE STAR, 
READ IN BRAILLE AS "MAIN". ( 11B-407.2.3.1)

#4 S.S. BASE

2'
 - 

8"

FOR INTERIOR CONTROL PANEL, REFER 
TO 

42
" 

A
.F

.F
.

42
" 

A
.F

.F
.

72
" 

A
.F

.F
.

CALL BUTTONS 
TO BE RAISED

KEY 
ACTIVATION 
OR LOCK

VISUAL HALL 
LANTERN

CALL BUTTON 
N.T.S.

KEY ACTIVATION 
LOCK N.T.S.

HALL LANTERN N.T.S. 
(11B-407.2.2.2)

BUTTON DIA.
3/4" MIN

1 1/2" CLEARANCE FROM
RAILING TO WALL 

EQ. EQ.

2 1/2" MIN. TYP.

2 1/2" M
IN

. TY
P

.

/ -4

3

2

1
OPEN CLOSE

STOP
ALARM

BUTTON DIA.
3/4" MIN.

S
E

P
.

3/
8"

 M
IN

.

SEP.

3/8" MIN.

CAB CORNER

24" TO

N
U

M
B

E
R

 H
E

IG
H

T
5/

8"
 M

IN
.

PLACE STAR 
ALONGSIDE 
MAIN EXIT 
FLOOR NUMBER

35
" 

M
IN

. 
A

.F
.F

.

FR
O

N
T  

A
P

P
R

O
A

C
H

48
" M

A
X

.

S
ID

E
 A

P
P

R
O

A
C

H

54
" M

A
X

.

NOTE:
THIS DRAWING DEPICTS 
MOUNTING HEIGHTS AND 
CONTROL LOCATIONS.  SEE 
SPECIFICATIONS FOR ACTUAL 
PANEL TYPE TO BE USED.

CAR CONTROLS: 
1. BUTTONS SHALL BE AT LEAST 3/4" IN THEIR SMALLEST DIMENSION AND ILLUMINATED. 

(11B-407.4.6.2)
2. BUTTONS SHALL BE ILLUMINATED, RAISED 1/8" +/- 1/32" ABOVE THE SURROUNDING 

SURFACE, HAVE SQUARE SHOULDERS AND ACTIVATED BY A MECHANICAL MOTION 
THAT IS DETECTABLE. (11B-407.4.6.2.3)

3. BUTTONS SHALL BE DESIGNED BY A 5/8" MIN. RAISED, WHITE ON A BLACK 
BACKGROUND ARABIC NUMBERAL, STANDARD ALPHABET CHARACTER, OR STANDARD 
SYMBOL IMMEDIATELY TO THE LEFT OF THE CONTROL BUTTON. 

4. PROVIDE A CALIFORNIA BRAILLE SYMBOL (11B-407.4.7.1.3), LOCATED IMMEDIATELY 
BELOW THE NUMBERAL, CHARACTER OR SYMBOL. A MINIMUM CLEAR SPACE OF 3/8" OR 
OTHER SUITABLE MEANS OF SEPERATION SHALL BE PROVIDED BETWEEN ROWS OF 
CONTROL BUTTONS. (11B-407.4.7.1.3) 

5. SHALL BE PROVED WITH A PHASE 1 EMERGENCY RECALL OPERATION AND PHASE 2 
EMERGENCY IN-CAR OPERATION IN ACCORDANCE WITH ASME A17.1.

6. IF EQUIPPED WITH A PHOTOELECTRIC TUBE DEVICE, PROVIDE A SWITCH IN THE CAR 
THAT WHEN ACTUATED, RENDERS THE PHOTOELECTRIC TUBE DEVICE INEFFECTIVE.

7. MINIMUM ILLUMINATION AT THE CAR CONTROLS THRESHOLD  AND THE LANDING 
DOORS ARE OPEN SHALL NOT BE LESS THAN 5 FOOT CANDLES (54LX) (11B-407.4.5)

FINISH FLOOR

ELEVATOR JAMB  REFER TO 10/-

GROUT

SILL BY 
ELEV. MFR.

PLATFORM

6"X6"X3/8" ANGLE 
SILL SUPPORT 
CONT. FULL WIDTH 
OF SHAFT

GAP MAX.
1 1/4"

0'
 -

 2
"

3-
1/

2"
 M

IN
.

3/4" DIA. X 10" A.B. 
AT 36" O.C. W/ 
PLATE WASHERS

FLOOR MATERIAL 
PER ROOM FINISH 
SCHEDULE

ELEVATOR JAMB  
REFER TO

SEALANT

SILL BY ELEV. MFR.

PLATFORM

2"

4"X3"X3/8" ANGLE SILL 
SUPPORT CONT. FULL 
WIDTH OF SHAFT

GAP. MAX.
1 1/4"

FLOOR JOIST, REFER TO 
STRUCTURAL

2 LAYERS 5/8" TYPE X 
GYPSUM BOARD

WOOD BLOCKING

/ -10

29
"

5"

B

A

2

CALL 
BUTTON 
SEE 7/-

KEY 
ACTIVATION 
LOCK SEE       

NOTE: REFER TO FLOOR PLANS FOR ELEVATOR

60
"

FLOOR DESIGNATION ON BOTH 
DOOR JAMBS (11B-407.2.3.1), 
SEE ENLARGED DIAGRAM AT 
LEFT

HALL LANTERN, SEE        

NOTE:
THE AUTOMATIC DOOR 
REOPENING DEVICE SHALL BE 
ACTIVATED IF AN OBJECT 
PASSES THROUGH EITHER 
LINE A & B.  LINE A & B 
REPRESENT THE VERTICAL 
LOCATION OF THE DOOR 
REOPENING DEVICE NOT 
REQUIRING CONTACT. 

AT INTERIOR LOCATIONS, 
PROVIDE FIRE RATED 
BARRIER DOORS.

1 0'
 -

 2
"

RAISED STAR AND BRAILLE 
(CONTRACTED GRADE 2) 
STATING "MAIN" COMPLYING 
WITH 11B-703.3 AT MAIN 
ENTRY FLOOR ONLY

FLOOR LANDING 
NUMBER ON ALL 
FLOORS, RAISED 1/32"
(11B-407.2.3.1)

FLOOR DESIGNATION

/ -7

/ -7

A

A

FACE OF WALL
4 1/2".

3'
 - 

6"
1'

 - 
0"

1'
 - 

0"
1'

 - 
0"

LIGHT 
AND 
OUTLE
T

3/8" X 3" X 6" BENT PLATE @ 
4' - 0" O.C. 3/4" DIA. WEDGE 
ANCHORS, HILTI KB-TZ W/ 4" 
EMBED (ICC ESR-1917)

LIGHT SWITCH

3/4" DIA. NON-SLIP STEEL RUNGS

6". 1' - 4"

6"
.

3/8" X 2 1/2" FLAT 
STEEL BAR SIDE RAILS

3/8" X 2 1/2" X 2 1/2" X 2" 
STEEL CLIP ANGLES W/ 
3/4" DIA. WEDGE 
ANCHORS. HILTI KB-TZ W/ 
4" EMBED (ICC ESR 1917)

NOTE: LADDER TO BE CONSTRUCTED 
AND INSTALLED TO MEET OSHA # 1926

TYP.

TYP.
3/16"

5'
-0

" 
M

A
X

.

3' - 6". 0' - 2 1/4"

WALL PER PLAN

ELEVATOR SHAFT

TYP.

0' - 2"

AUXILIARY RAIL @ SMOKE 
BARRIER W.O. SILL BEYOND 
WHERE REQUIRED

STAINLESS STEEL ELEVATOR 
DOOR FRAME - RATED PER WALL 
TYPE
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HANDRAIL RETURN, WHERE 
OCCURS
1 1/2" O.D. GALV. 
SCHEUDLE 40 PIPE RAIL

+3
4"

A
.F

.S
. NOTE: GRIND 

SMOOTH ALL WELDS

CONT. WELD PIPE RAIL TO 
EACH BRACKET

1" GALV. STEEL BRACKETS 
@ 5' - 0" O.C. MAX. UNLESS 
OTHERWISE NOTED & 14" 
FROM EACH END

(3) 1/4" DIA S.S. HILTI KB-TZ2
W/ 1 3/4" EMBED ICC ESR 4266

3 1/2" DIA. FLANGE BED 
IN SEALANT

CMU WALL

M
IN

.

1 
1/

2"

WALL 
SURFACE 
ADJACENT TO 
HANDRAIL 
SHALL BE 
FREE OF 
ABRASIVE 
ELEMENTS

1 1/2"

1/4"

1/8

HANDRAIL RETURN TO 
WALKING SURFACE WHERE 
OCCURS, REF. 19/-

1 1/2" SQUARE GALVANIZED STEEL 
HORIZONTAL GUARD RAIL

1 1/2" x 5/16" GALVANIZED STEEL 
VERTICAL GUARD RAIL 

SCREW BRACKET TO BACK OF 
HAND RAIL

SUPPORT BRACKET, WELDED TO 
POSTS AT 4'-0" O.C. MAX

SOLID WOOD HAND RAIL

0'
 - 

1 
1/

2"

MC STRINGER, REFER 
TO STRUCTURAL

STEEL PAN TREADS & 
SUPPORT ANGLES PER 
STRUCTURAL

L2x2x3 SUPPORT ANGLE 
WELDED TO 1.5" x 2.5" STEEL 
TUBE. WELD PICKETS & 
POSTS TO STEEL TUBE

1-1/2" TUBE STEEL POST @ 
4'-0" O.C.

5/8" STEEL PICKETS @ 4" O.C.

SOLID WOOD INSERT WITH (2) 
ALL-THREAD WELDED TO 
STRINGER AT 48" O.C.

T
Y

P
.

0'
 - 

5"

STAIR TREAD FINISH, REFER 
TO FINISH SCHEDULE

SUPPORT ANGLE, REF. 
TO STRUCTURAL

PERFORATED SHEET METAL 
ATTACHED TO .75" X .75" 
STEEL ANGLE, REFER TO 
FINISH SCHEDULE.

ACOUSTIC BACKING

1 1/2" TUBE STEEL RAIL

1 1/2" TUBE STEEL RAIL

SOLID WOOD 1 1/2" DIA. 
HANDRAIL W/ STEEL BRACKET

3/4" STEEL BRACKET @ 48" O.C. 
WELD TO TUBE STEEL POST

NOTE: 
ALL EXPOSED STEEL RAILING 
COMPONENTS SHALL BE PAINTED

3'
 - 

6"

3'
 - 

0 
1/

2"

AD-9.1

4

.
3/16 2-8

L2x2x3 SUPPORT ANGLE, 
WELD PICKETS & POSTS TO 
ANGLE0' - 1 3/4"

NOTES:
1. ALL HANDRAIL GRIPPING SURFACES SHALL BE 

SMOOTH W/ NO SHARP EDGES.
2. PAINT ALL EXPOSED STEEL

STEEL PAN TREADS 
& SUPPORT ANGLES 
PER STRUCT.

3'
 - 

6"

10

AD-9.1

WOOD HANDRAIL, 
WHERE OCCURS, 
TYP.

FINISH FLOOR

3'
 -

 6
"

EXTENSION

12" MIN.

WIDTH

TREAD

TYP.

3/16

STRINGER, REF. 
TO STRUCT.

3"

EXTENSION
12" MIN.

3'
 -

 0
 1

/2
"

3'
 -

 0
 1

/2
"

4" TYPICAL

CMU WALL. WALL SURFACE 
ADJACENT TO HANDRAIL 
SHALL BE FREE OF 
ABRASIVE ELEMENTS

HANDRAIL RETURN

SOLID WOOD 1 1/2" DIA. 
HANDRAIL W/ STEEL 
BRACKET

NOTE: GRIND 
SMOOTH ALL WELDS

1/2" SQUARE GALV. STEEL 
BRACKETS @ 5' - 0" O.C. MAX. 
UNLESS OTHERWISE NOTED 
& 14" FROM EACH END

(3) 1/4" DIA S.S. HILTI KB-TZ2
W/ 1 3/4" EMBED INTO CMU 
ICC ESR 4561

ROUND STEEL BRACKET

+3
4"

A
.F

.S
.

M
IN

.

1 
1/

2"

1/4"

3"

1-3/4" MIN.

NOTES:
1. ALL HANDRAIL GRIPPING SURFACES SHALL 
BE SMOOTH W/ NO SHARP EDGES.
2. ALL EXTERIOR STEEL TO BE HOT-DIP 
GALV. AFTER FABRICATION.
3. POSITION STAND-OFFS TO AVOID DAMAGE 
TO ARCHITECTURAL ORNAMENTS

2'
 -

 1
0"

STAIR 
PER PLAN

WIDTH

TREAD

EXTENSION

12" MIN.

1-1/2" O.D. STL. PIPE, TYP.
PAINT RAIL AND BRACKETS BLACK 
AT INTERIOR; DARK BRONZE 
ANODIZED ALUMINUM AT EXTERIOR

FINISH 
FLOOR

12" MIN. EXTENSION

5/8" DIA. H.D. 
GALV. STEEL 
ROD @ 6' - 0" 
O.C. MAX., 
MOUNTING 

HAND RAIL RETURN 
WALKING SURFACE 
WHERE OCCURS

0' -
 3

"

/REF. 5 AD-9.2

HAND RAIL 
RETURNS TO 
WALKING 
SURFACE 
WHERE OCCURS

/REF. 5 AD-9.2

/REF. - ---

NOTES:
1. ALL HANDRAIL GRIPPING SURFACES SHALL 
BE SMOOTH W/ NO SHARP EDGES.
2. POSITION STAND-OFFS TO AVOID DAMAGE 
TO ARCHITECTURAL ORNAMENTS

2'
 -

 1
0"

STAIR 
PER PLAN

WIDTH

TREAD

EXTENSION

12" MIN.

SOLID WOOD 1 1/2" DIA. 
HANDRAIL W/ STEEL BRACKET

FINISH 
FLOOR

12" MIN. EXTENSION

BRACKET @ 
4' - 0" O.C. 
MAX., 
MOUNTING 

HAND RAIL RETURNS TO WALL

20

AD-9.1

HANDRAIL RETURN

SOLID WOOD 1 1/2" DIA. 
HANDRAIL W/ STEEL 
BRACKET, REF. TO 18/---

NOTE: GRIND 
SMOOTH ALL WELDS

1/2" SQUARE GALV. STEEL 
BRACKETS @ 5' - 0" O.C. MAX. 
UNLESS OTHERWISE NOTED 
& 14" FROM EACH END

(3) #14 WOOD SCREWS (1/4" 
DIA) X  3" LONG

ROUND STEEL BRACKET

WOOD WALL. WALL SURFACE ADJACENT TO 
HANDRAIL SHALL BE FREE OF ABRASIVE ELEMENTS

4x6 WOOD BLOCKING@ 
BRACKET
W/ SIMPSON A34 T&B, EA END  
TO WALL STUDS

3"

+3
4"

A
.F

.S
.

1/4"

M
IN

.

1 
1/

2"

1 
1/

2"
 M

IN
.

HANDRAIL RETURN

SOLID WOOD 1 1/2" DIA. 
HANDRAIL W/ STEEL 
BRACKET, REF. TO 18/---

NOTE: GRIND 
SMOOTH ALL WELDS

1/2" SQUARE GALV. STEEL 
BRACKETS @ 5' - 0" O.C. MAX. 
UNLESS OTHERWISE NOTED 
& 14" FROM EACH END

(3) #10 SMS TO BACKING

ROUND STEEL BRACKET

METAL STUD WALL. WALL SURFACE ADJACENT TO 
HANDRAIL SHALL BE FREE OF ABRASIVE ELEMENTS

6"x1.5" x 18 GAGE METAL 
TRACK BACKING SPAN OVER 
(4) STUDS MIN, W/ (3)#10 SMS  
AT EA STUD

3"

+3
4"

A
.F

.S
.

1/4"

M
IN

.

1 
1/

2"

1" 11"

1 
3/

4"

2" TO 4" WIDE 
CONTRASTING COLOR 
RUBBER NOSING (EA. 
TREAD AND UPPER 
APPROACH)

STRINGER BEYOND

RUBBER 
STAIR TREAD, 
TYPICAL

LIGHTWEIGHT 
CONCRETE FILL 
WITH MESH 
REINFORCEMENT

STAIR PAN AND 
ATTACHMENT 
TO STRINGER, 
REFER TO 
STRUCTURAL

1

1

MC STRINGER, REFER 
TO STRUCTURAL

STEEL PAN TREADS & 
SUPPORT ANGLES PER 
STRUCTURAL

L2x2x3 SUPPORT ANGLE 
WELDED TO 1.5" x 2.5" STEEL 
TUBEWELD PICKETS & POSTS 
TO STEEL TUBE, REF. TO 
STRUCTURAL

1-1/2" TUBE STEEL RAIL, 
WELD TO STRINGER

1-1/2" TUBE STEEL POST @ 
4'-0" O.C.

5/8" STEEL PICKETS @ 4" O.C.

STAIR TREAD FINISH, REFER 
TO FINISH SCHEDULE

SUPPORT ANGLE, REF. 
TO STRUCTURAL

PERFORATED SHEET METAL 
ATTACHED TO .75" X .75" 
STEEL ANGLE, REFER TO 
2/AD-4.2.

ACOUSTIC BACKING

1 1/2" TUBE STEEL RAIL

1 1/2" TUBE STEEL RAIL
SOLID WOOD 1 1/2" DIA. 
HANDRAIL W/ STEEL BRACKET 3/4" STEEL BRACKET @ 48" 

O.C. WELD TO TUBE STEEL 
POST

NOTE: 
ALL EXPOSED STEEL RAILING 
COMPONENTS SHALL BE PAINTED

3'
 - 

6"

3'
 - 

0 
1/

2"

AD-9.1

4

(3) #10 SMS TO BACKING

CEMENT PLASTER O/ METAL STUD WALL. 
WALL SURFACE ADJACENT TO HANDRAIL 
SHALL BE FREE OF ABRASIVE ELEMENTS

1 1/2" NOMINAL (1.9" O.D.) 
SCHEDULE 40 GALV 
STEEL PIPE HANDRAIL W/ 
STEEL BRACKET, PAINT

NOTE: GRIND SMOOTH ALL WELDS

CONT. WELD PIPE RAIL TO 
EACH BRACKET

1" GALV. STEEL BRACKETS 
@ 5' - 0" O.C. MAX. UNLESS 
OTHERWISE NOTED & 14" 
FROM EACH END

3 1/2" DIA. FLANGE BED IN 
SEALANT

HANDRAIL RETURN TO 
WALKING SURFACE

+3
4"

A
.F

.S
.

1 
1/

2"

1 1/2"

1/8

6"x1.5" x 18 GAGE METAL TRACK 
BACKING SPAN OVER (4) STUDS MIN, W/ 
(3)#10 SMS  AT EA STUD

1 1/2" DIA. HANDRAIL 

1 
1/

2"
 T

Y
P

.

WALL

R
 0' - 2"

1 1/2" DIA. ELBOW

1
/4

" 
T

Y
P

.
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6" = 1'-0" 13STEEL HANDRAIL AT CMU WALL

3" = 1'-0" 4STAIR 1 - TYP. WOOD HANDRAIL

1 1/2" = 1'-0" 10RAILING @ STAIR 1 & LANDING3/4" = 1'-0" 9TYP. GUARDRAIL

6" = 1'-0" 3SOLID WOOD HANDRAIL AT CMU WALL

3/4" = 1'-0" 19TYP. WALL MOUNTED HANDRAIL

3/4" = 1'-0" 15TYP. WALL MOUNTED WOOD HANDRAIL

6" = 1'-0" 2
SOLID WOOD HANDRAIL AT WOOD
WALL

6" = 1'-0" 1
SOLID WOOD HANDRAIL AT METAL
FRAME WALL

3" = 1'-0" 18METAL PAN NOSING

1

1 1/2" = 1'-0" 16RAILING @ STAIR 2 & LANDING

6" = 1'-0" 14
STEEL PIPE HANDRAIL AT METAL
FRAME WALL

3" = 1'-0" 20TYP. HANDRAIL TERMINATION @ WALL

3
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1 1/4" STONE VENEER WAINSCOT O/ 1" RIGID 
INSULATION O/ CMU WALL. WALL SURFACE ADJACENT 
TO HANDRAIL SHALL BE FREE OF ABRASIVE ELEMENTS

1 1/2" NOMINAL (1.9" O.D.) 
SCHEDULE 40 ALUMINUM 
PIPE HANDRAIL W/ STEEL 
BRACKET, DARK BRONZE 
ANODIZED

+3
4"

A
.F

.S
.

NOTE: GRIND SMOOTH ALL WELDS

CONT. WELD PIPE RAIL TO 
EACH BRACKET
1" ALUMINUM BRACKETS @ 
5' - 0" O.C. MAX. UNLESS 
OTHERWISE NOTED, DARK 
BRONZE ANODIZED

(3) 1/4" DIA S.S. HILTI KB-TZ2
W/ 1 3/4" EMBED INTO CMU 
ICC ESR 4561

3 1/2" DIA. FLANGE SET IN 
SEALANT

M
IN

.

1 
1/

2"

1 1/2"

RETURN TO WALKING 
SURFACE WHERE OCCURS1/8

1 3/4" MIN.

EXTERIOR PLASTER

HANDRAIL RETURN 

1 1/2" O.D. GALV. SCHED. 40 PIPE RAIL

CONT. WELD PIPE RAIL TO EACH 
BRACKET 

NOTE: GRIND SMOOTH ALL 
WELDS

ALUMINUM BRACKETS @ 5' - 0" O.C. 
MAX. UNLESS OTHERWISE NOTED & 
14" FROM EACH END 

3/8" GALV. LAG BOLT

3/8"DIA x5" LONG GALV LAG BOLT
IN PRE-DRILLED HOLE

STUD WALL PER PLAN

+
34

"
A

.F
.S

.

1/8

0' - 0 1/4"

0' - 1 1/2"

M
IN

.

0'
 - 

1 
1/

2"

4x6 WOOD BLOCKING@ BRACKET
W/ SIMPSON A34 T&B, EA END  TO 
WALL STUDS

NON-METALLIC, 
NON-SHRINK 
GROUT, COLOR TO 
MATCH ADJACENT 
CONCRETE, SLOPE 
TO DRAIN

1 1/2" DIA. GALV. STL. 
PIPE STANCHION @ 4' - 0" 
O.C., PAINT

5"
 M

IN
.

3" MIN.

CONC. STAIR 
PER PLAN

GALV. SLEEVE SET 
IN CONCRETE, 1/2" 
LARGER THAN POST 
OUTSIDE DIAMETER

PORCELAIN TILE O/ MORTAR O/ CMU WALL. 
WALL SURFACE ADJACENT TO HANDRAIL SHALL 
BE FREE OF ABRASIVE ELEMENTS

1 1/2" NOMINAL (1.9" O.D.) 
SCHEDULE 40 ALUMINUM 
PIPE HANDRAIL W/ STEEL 
BRACKET, DARK BRONZE 
ANODIZED

+3
4"

A
.F

.S
.

NOTE: GRIND SMOOTH ALL WELDS

CONT. WELD PIPE RAIL TO 
EACH BRACKET
1" ALUMINUM BRACKETS @ 
6' - 0" O.C. MAX. UNLESS 
OTHERWISE NOTED, DARK 
BRONZE ANODIZED
(3) 1/4" DIA S.S. HILTI KB-TZ2
W/ 1 3/4" EMBED INTO CMU 
ICC ESR 4561

3 1/2" DIA. FLANGE, SET IN 
SEALANT

M
IN

.

1 
1/

2"

1 1/2"

RETURN TO WALKING 
SURFACE WHERE OCCURS1/8

1 3/4" MIN

NOTES: 
1. TOOLED JOINTS SHALL BE CONTINUOUS, 3" AWAY 
FROM EACH END OF TREAD, TYP.
2. REFER TO STRUCTURAL FOR ADDITIONAL INFO.

R
IS

E
R

 H
E

IG
H

T

P
E

R
 P

LA
N

STAIR NOSING TO NOSING

PER PLAN
SLOPE TREAD: 1/8:12 MIN. 
1/4:12 MAX., TYP.

TOOLED 1/4"X1/4" GROOVES SPACED APPROX 3/4" 
CENTER TO CENTER, PAINTED WITH CONTRASTING 
COLOR AT TOP APPROACH AND BOTTOM RISER

CAST IN PLACE 
CONC. STAIR, 
REFER TO 
STRUCTURAL

3" 1"

3/4"

CEMENT PLASTER O/ 1" RIGID INSULATION 
O/ CMU WALL. WALL SURFACE ADJACENT TO 
HANDRAIL SHALL BE FREE OF ABRASIVE 
ELEMENTS

1 1/2" NOMINAL (1.9" O.D.) 
SCHEDULE 40 ALUMINUM 
PIPE HANDRAIL W/ STEEL 
BRACKET, DARK BRONZE 
ANODIZED

+3
4"

A
.F

.S
.

NOTE: GRIND SMOOTH ALL WELDS

CONT. WELD PIPE RAIL TO 
EACH BRACKET
1" ALUMINUM BRACKETS @ 
5' - 0" O.C. MAX. UNLESS 
OTHERWISE NOTED, DARK 
BRONZE ANODIZED
(3) 1/4" DIA S.S. HILTI KB-TZ2
W/ 1 3/4" EMBED INTO CMU 
ICC ESR 4561
3 1/2" DIA. FLANGE BED IN 
SEALANT

M
IN

.

1 
1/

2"

1 1/2"

RETURN TO WALKING 
SURFACE WHERE OCCURS1/8

1 3/4" MIN
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BACK-UP PLATE

SIGN

INTERIOREXTERIOR

GENERAL NOTES
1.  FOR SIGNAGE APPLICATION TO GLASS, PROVIDE A MATCHING BACK-UP 
PLATE &  MOUNT TO INTERIOR SURFACE OF GLASS WITH ADHESIVE.

2.  VERIFY ALL SIGN TEXT WITH OWNER PRIOR TO ORDERING SIGNAGE.
3.  PROVIDE AN ADDITIONAL 10 BUILDING SIGNS WITH 40 CHARACTERS 
PER SIGN TO BE DETERMINED DURING CONSTRUCTION PER THE 
OWNER'S DIRECTION.
4. THE FONT FOR ALL SIGNAGE SHALL BE MYRIAD PRO, U.N.O.

ACCESSIBLE SIGNAGE
1. THE INTERNATIONAL SYMBOL OF ACCESSIBILITY SHALL BE THE STANDARD 
USED TO INDENTIFY FACILITIES THAT ARE ACCESSIBLE TO AND USABLE BY 
PHYSICALLY DISABLED PERSONS AS SET FORTH AND AS SPECIFICALLY 
REQUIRED IN THESE NOTES. THE FOLLOWING ELEMENTS AND SPACES OF 
ACCESSIBLE FACILITIES SHALL BE IDENTIFIED BY THE INTERNATIONAL 
SYMBOL OF ACCESSIBILITY:

A. ACCESSIBLE PARKING SPACES.
B. ACCESSIBLE AREA OF REFUGE.
C. ACCESSIBLE PASSENGER LOADING ZONES.
D. ACCESSIBLE TOILET AND BATHING FACILITIES.
E. ALL MAIN ENTRY DOORS.

2. OTHER SIGNS: 
A. IN ASSEMBLY AREAS, A SIGN NOTIFYING THE GENERAL PUBLIC 

OF THE AVAILABILITY OF ASSISTIVE LISTENING SYSTEMS SHALL 
BE PROVIDED.

B. EACH DOOR TO AN EXIT SHALL HAVE A TACTILE SIGN, 
INCLUDING RAISED LETTERS AND BRAILLE, STATING "EXIT" AND 
SHALL COMPLY WITH CABO/ANSI A117.1 AND CBC 11B-703.
C. AT EXITS AND ELEVATORS SERVING A REQUIRED ACCESSIBLE

SPACE, BUT NOT PROVIDING AN APPROVED ACCESSIBLE MEANS 
OF EGRESS, SIGNS SHALL BE INSTALLED INDICATING THE 
LOCATION OF ACCESSIBLE MEANS OF EGRESS.

3. COLOR OF SYMBOL:  THE SYMBOL SPECIFIED ABOVE SHALL CONSIST OF A 
WHITE FIGURE ON A BLUE BACKGROUND.  THE BLUE SHALL BE EQUAL TO 
COLOR NO. 15090 IN FEDERAL STANDARD 595C.
4. BRAILLE SYMBOLS:  CALIFORNIA CONTRACTED GRADE 2 BRAILLE SHALL BE 
USED WHEREVER BRAILLE SYMBOLS ARE SPECIFICALLY REQUIRED. DOTS 
SHALL BE 1/10 INCH ON CENTER IN EACH CELL WITH 3/10 INCH SPACE 
BETWEEN CELLS. DOTS SHALL BE RAISED 0.025 TO 0.037 (1/40 TO 1/27) INCH 
ABOVE THE BACKGROUND.  CBC TABLE 11B-703.3.1.  
RECOMMENDED ROUNDED OR DOMED CALIFORNIA BRAILLE DOTS, EACH 
DISTINCT AND SEPARATE.

4.  CHARACTER PROPORTION:  CHARACTER PROPORTIONS: LETTERS AND 
NUMBERS ON SIGNS SHALL BE SELECTED FROM FONTS WHERE THE WIDTH 
OF UPPERCASE LETTER "O" IS BETWEEN 60% AND 110% THE HEIGHT OF 
THE UPPERCASE LETTER "T", AND THE STROKE THICKNESS OF THE 
UPPERCASE LETTER "I" IS 10%  TO 20% MAXIMUM OF THE HEIGHT OF THE 
CHARACTER. CBC SECTION 11B-703.5.4.  CREATE A TEMPLATE TO TEST 
PROPORTIONS.  PLACE THE TEMPLATE'S 1:1 SQUARE OVER THE X OF O, 
WHICHEVER IS NARROW.  IF THE CHARACTER IS NOT WIDER THAN THE 
110% RECTANGLE, NOR NARROWER THAN THE 60% RECTANGLE, THE 
PROPORTIONS ARE CORRECT.  USE THE 1:10 RECTANGLE TO DETERMINE IF 
THE STROKE OF THE I IS TOO BROAD, AND THE 1:20 RECTANGLE TO SEE IF 
IT IS  TOO NARROW.  IF ALL TESTS ARE PASSED,  THE TYPESTYLE IS 
COMPLIANT WITH PROPORTION CODE. LOWER CASE CHARACTERS ARE 
PERMITTED.

TEMPLATE FOR CHECKING 
CHARACTER AND STROKE WIDTH 
TO HEIGHT PROPORTIONS:

5.  VISUAL CHARACTER HEIGHT : CHARACTERS AND NUMBERS ON SIGNS 
SHALL BE SIZED ACCORDING TO THE VIEWING DISTANCE FROM WHICH 
THEY ARE TO BE READ,  PER TABLE 11B-703.5.5 (REPRODUCED BELOW).  
THE HEIGHT IS MEASURED USING AN UPPER-CASE "I". LOWERCASE 
CHARACTERS ARE PERMITTED. 

6.  FINISH AND CONTRAST OF SYMBOL:  CHARACTERS AND SYMBOLS 
SHALL CONTRAST WITH THEIR BACKGROUND, EITHER LIGHT 
CHARACTERS ON A DARK BACKGROUND OR DARK CHARACTER ON A 
LIGHT BACKGROUND.  CBC 11B-703.5.1

7. RAISED CHARACTERS AND PICTORIAL SYMBOL SIGNS.  WHEN 
RAISED CHARACTERS  OR SYMBOLS ARE USED, THEY SHALL 
CONFORM TO THE FOLLOWING: 

A. TYPE: LETTER TYPE: LETTERS AND NUMBERS ON SIGNS SHALL 
BE RAISED 1/32 INCH MINIMUM AND SHALL BE SANS-SERIF 
UPPERCASE CHARACTERS ACCOMPANIED BY CALIFORNIA 
CONTRACTED GRADE 2 BRAILLE. CBC SECTION 11B-703.2 (SEE 
NOTE 3).

B. SIZE: RAISED CHARACTERS OR SYMBOLS SHALL BE A MINIMUM 
OF 5/8" HIGH AND A MAXIMUM OF 2" HIGH.

C. PICTORIAL SYMBOL SIGN (PICTOGRAMS):  PICTORIAL SYMBOL 
SIGNS (PICTOGRAMS) SHALL BE ACCOUMPANIED BY THE 
EQUIVALENT VERBAL DESCRIPTION PLACED DIRECTLY BELOW 
THE PICTOGRAM.  THE 'FIELD' OF THE PICTOGRAM SHALL BE A 
MINIMUM OF 6 INCHES IN HEIGHT. PICTOGRAMS SHALL HAVE A 
NON-GLARE FINISH AND SHALL CONTRAST WITH THEIR FIELD.

D. SPACING: CHARACTER SPACING SHALL BE 1/16 INCH MINIMUM 
AND 4 TIMES THE STROKE WIDTH MAXIMUM AT THE BASE, AND 
1/8" MINIMUM AND 4 TIMES THE STROKE WIDTH MAXIMUM AT THE 
TOP. LINES SPACING SHALL BE 135% TO 170% OF THE RAISED 
CHARACTER HEIGHT. CBC 11B-703.2.

8.  ENTRANCE SIGNS. ALL BUILDING ENTRANCES THAT ARE 
ACCESSIBLE TO AND USABLE BY PERSONS WITH DISABILITIES SHALL 
BE IDENTIFIED WITH AT LEAST ONE STANDARD SIGN AND WITH 
ADDITIONAL DIRECTIONAL SIGNS, WHEN ACCESSIBLE ROUTE 
DIVERGES FROM THE REGULAR CIRCULATION PATH. SIGNS SHALL 
BE VISIBLE TO PERSONS ALONG APPROACHING PEDESTRIAN WAYS.

9.  INFORMATION POSTED. BUILDINGS THAT HAVE BEEN REMODELED 
TO PROVIDE SPECIFIC SANITARY FACILITIES AND/OR ELEVATORS 
FOR PUBLIC USE THAT CONFORM TO THESE BUILDING STANDARDS 
SHALL HAVE THIS INFORMATION POSTED IN THE BUILDING LOBBY, 
PREFERABLY AS PART OF THE BUILDING DIRECTORY.

10.  MOUNTING LOCATION AND HEIGHT FOR TACTILE SIGNAGE: 
WHERE DIRECTION OR IDENTIFICATION SIGNS ARE PROVIDED FOR 
INTERIOR OR EXTERIOR ROOMS, SPACES, OR FACILITIES, RAISED 
LETTERS SHALL ALSO BE PROVIDED AND SHALL BE ACCOMPANIED 
BY BRAILLE. CBC SECTION 11B-216.2.  WHERE A TACTILE SIGN IS 
PROVIDED AT A DOOR, THE SIGN SHALL BE LOCATED ALONGSIDE 
THE DOOR AT THE LATCH SIDE. WHERE A TACTILE SIGN IS PROVIDED 
AT DOUBLE DOORS WITH TWO ACTIVE LEAFS, THE SIGN SHALL BE 
LOCATED TO THE RIGHT OF THE RIGHT HAND DOOR.  WHERE THERE 
IS NO WALL SPACE ON THE LATCH SIDE OF A SINGLE DOOR OR THE 
RIGHT SIDE OF DOUBLE DOORS, SIGNS SHALL BE LOCATED ON THE 
NEAREST ADJACENT WALL. EXIT SIGNAGE SHALL BE LOCATED ON 
THE APPROACH SIDE OF THE DOOR AS ONE EXITS THE SPACE.  
MOUNTING HEIGHT SHALL BE 60 INCHES MAXIMUM ABOVE THE 
FINISH FLOOR TO THE BASELINE OF THE HIGHEST LINE OF RAISED 
CHARACTERS AND 48" MINIMUM ABOVE FINISHED FLOOR TO THE 
BASELINE OF THE LOWEST BRAILLE CELLS.  MOUNTING LOCATION 
SHALL BE DETERMINED SO THAT AN 18" X 18" CLEAR SPACE IS 
PROVIDED CENTERED ON THE TACTILE CHARACTERS AND BEYOND 
ANY DOOR SWING. CBC SECTION 11B-703.4.  

11.  ALL SIGNS (AT MAIN ENTRANCES, TOILETS, PERMANENT ROOMS 
AND ASSISTIVE LISTENING SYSTEM(S), ETC.) SHALL COMPLY WITH 
TITLE 24, INCLUDING SECTION 11B-703. 

DOTS IN ADJACENT CELLS = .30"
DISTANCE BETWEEN CORRESPONDING

BRAILLE CELL

IN THE SAME A CELL = .10"
DISTANCE BETWEEN DOTS

(VERTICAL OR HORIZONTAL)

BRAILLE DOT

(1
/4

0"
 T

O
 1

/2
7"

)

.0
25

" 
TO

 .0
37

"

ROUNDED DOT ONLY

110% 60% 1:10 1:20

CHARACTER WIDTH STROKE WIDTH

HEIGHT TO FINISH FLOOR OR 
GROUND FROM BASELINE OF 
CHARACTER

TABLE 11B-703.5.5 VISUAL CHARACTER HEIGHT

HORIZONTAL VIEWING DISTANCE MINIMUM CHARACTER HEIGHT

40 INCHES TO 70 INCHES LESS THAN 72 INCHES

72 INCHES AND GREATER

5/8 INCH

5/8 INCH, PLUS 1/8 INCH PER FOOT OF VIEWING DISTANCE ABOVE 72 INCHES

GREATER THAN 70 INCHES TO 120 
INCHES

LESS THAN 180 INCHES

180 INCHES AND GREATER

2 INCHES

2 INCHES, PLUS 1/8 INCH PER FOOT OF VIEWING DISTANCE ABOVE 180 INCHES

GREATER THAN 120 INCHES LESS THAN 21 FEET

21 FEET AND GREATER

3 INCHES

3 INCHES, PLUS 1/8 INCH PER FOOT OF VIEWING DISTANCE ABOVE 21 FEET

GLAZING

0.059" TO 0.063"
 DOT BASE DIAMETER

4
5
.0

0
°

18
" 

M
IN

.

18" MIN.

CL CENTERED ON 
TACTILE 
CHARACTERS810-08-026

ROOM NAME 
NUMBER5" 1/

2"
TY

P
.

3/
4"

TO
 1

/2
" M

A
X

.
 

 
3/

8"
 M

IN
.

GRADE 2 BRAILLE 
SIGNAGE

9" +/-

M
IN

.

 
 

3/
8"

48
" 

M
IN

. 
A

.F
.F

.

60
" 

M
A

X
. 

A
.F

.F
.

RAISE 
LETTERS 1/32" 
MIN.

NOTE: BORDER AND TEXT TO BE BRONZE FINISH, BACKGROUND TO BE 
WHITE (MATCH WALL PAINT COLOR)

GENERAL NOTES:  
1. PROVIDE SIGNAGE W/ #2 BRAILLE @ LATCH SIDE OF DOOR.
2. COLOR & CONTRAST OF SIGN SHALL BE DISTINCTLY FROM COLOR &     

CONTRAST OF THE DOOR. COLOR TO BE SELECTED BY THE ARCHITECT.  
3. SEE DETAIL FOR INDIVIDUAL SIGNAGE MOUNTING HEIGHT.

GENERAL NOTES:
1. MOUNT ON DOOR, SEE MOUNTING INSTRUCTION
2. COLOR OF TRAINGLE SHALL CONTRAST WITH THE COLOR OF THE CIRCLE. SIGN COLOR SHALL CONTRAST WITH DOOR COLOR . COLORS TO BE SELECTED BY 

THE ARCHITECTS. 
3. PER CBC 11B-703.7.2.6.4, EDGES AND VERTICES ON GEOMETRIC SYMBOLS SHALL BE EASED OR ROUNDED AT 1/16" MIN. OR CHAMFERED AT 1/8" MAX. VERTICES 

SHALL BE RADIUSED BETWEEN 1/8" MIN. AND 1/4" MAX. 

9" MIN.

MEN

NOTE #2

60
" 

T
Y

P
.C L

1/4" THICK TRAINGLE O/ 
1/4" THICK 12" DIA. CIRCLE

1'
 -

 0
"

1/4" THICK, TYP.

MEN:
12" EACH SIDE

WOMEN:
12" DIAMETER

1/8" MIN. RAD., TYP., 
AND 1/4" MAX.

ALL-USER 
RESTROOM

RAISED LETTERS.  TEXT SHALL READ "MEN" AT MEN'S RESTROOM/LOCKER FACILITY, 
"WOMEN" AT WOMEN'S RESTROOM/LOCKER FACILITY, AND "ALL-USER RESTROOM" AT 
SINGLE-OCCUPANT RESTROOMS.

GRADE 2 BRAILLE SIGNAGE

1' - 0" +/-

7" 6"

TO
 1

/2
" M

A
X

.
3/

8"
 M

IN
.

3/
4"

M
IN

.

 
 

3/
8"

60
" 

 M
A

X
. A

.F
.F

.

48
" 

 M
IN

. A
.F

.F
.

NOTE #1
NOTE #3

6"
THE INTERNATIONAL 
SYMBOL OF ACCESSIBILITY 
SHALL COMPLY WITH 
FIGURE 11B-703.7.2.1

CL

MAXIMUM
OCCUPANCY:
49 PERSONS

M
IN

.
3/

4"

9" +/-

5"

VERIFY NUMBER
- REFER TO SIGNAGE SCHEDULE

1/
4"

1/4"

NOTE: BORDER AND TEXT TO BE BRONZE FINISH, BACKGROUND TO BE 
WHITE (MATCH WALL PAINT COLOR)

ASSISTIVE 
LISTENING 

SYSTEM 
AVAILABLE 

9"

1'
 - 

0"

5/8" LETTERS

INTERNATIONAL 
SYMBOL OF 
ACCESS FOR 
HEARING LOSS 
PER CBC FIGURE 
11B-703.7.2.4

PROVIDE ASSISTIVE LISTENING SYSTEMS 
EQUAL TO AT LEAST 4% OF THE NUMBER 
OF CONFERENCE ROOM SEATS.

NOTE: BORDER, TEXT, AND GRAPHIC TO BE BRONZE FINISH, BACKGROUND 
TO BE WHITE (MATCH WALL PAINT COLOR)

4"

TO
 1

/2
" M

A
X

.
 

 
3/

8"
 M

IN
.

GRADE 2 BRAILLE 
SIGNAGE

9" +/-

M
IN

.

 
 

3/
8"

48
" 

M
IN

. 
A

.F
.F

.

60
" 

M
A

X
. 

A
.F

.F
.

RAISE 
LETTERS 1/32" 
MIN.

NUMBER

3/
4"

 T
YP

.

NOTE: BORDER AND TEXT TO BE BRONZE FINISH, BACKGROUND TO BE 
WHITE (MATCH WALL PAINT COLOR)

GRADE 2 BRAILLE SIGNAGE

48
" 

M
IN

. 
A

.F
.F

.

60
" 

M
A

X
. 

A
.F

.F
.

RAISE LETTERS 1/32" MIN.

NAME
TITLE

INTERCHANGEABLE 
PAPER NAME PLATE

NOTE: BORDERS AND TEXT TO BE BRONZE FINISH, 
BACKGROUND TO BE WHITE (MATCH WALL PAINT 
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SIGNAGE
DETAILS

895.01

PROBATION
HEADQUARTERS

COUNTY OF
SANTA

BARBARA

3/29/201

Author

Checker

BID DOCUMENTS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

3" = 1'-0" ACCESSIBLE SIGNAGE REQUIREMENTS 1 3" = 1'-0" SIGNAGE - TYPE A1 5

3" = 1'-0" SIGNAGE - TYPE B 4

3" = 1'-0" SIGNAGE - TYPE C 2

3" = 1'-0" SIGNAGE - TYPE D 3

3" = 1'-0" SIGNAGE - TYPE A2 6 3" = 1'-0" SIGNAGE - TYPE A3 7
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FIRE AND/OR 
SMOKE 

BARRIER
PROTECT ALL 

OPENINGS

3
/4

"

9"

7"

NOTE: PROVIDE SIGN 30'  - 0" O.C. IN ATTIC SPACE 
ABOVE CEILING INDICATING FIRE RATED WALL NOT 
TO BE PENETRATED 810-10-009

6" CEILING PER PLAN

THE 
INTERNATIONAL 
SYMBOL OF 
ACCESSIBILITY 
SHALL COMPLY 
WITH FIGURE 
11B-703.7.2.1

9"

9"

WHITE 
IMAGE/BORDER & 
CONTRASTING 
BACKGROUND

NOTE: BORDER AND GRAPHIC TO BE BRONZE FINISH, BACKGROUND TO BE 
WHITE (MATCH WALL PAINT COLOR)

WHITE IMAGE/BORDER 
& CONTRASTING 
BACKGROUND

1'
 - 

0"

9"
THE INTERNATIONAL 
SYMBOL OF ACCESSIBILITY 
SHALL COMPLY WITH 
FIGURE 11B-703.7.2.1

ROTATE ARROW AS 
REQ'D. TO DIRECT TO
ACCESSIBLE ENTRY

NOTE: BORDER AND GRAPHIC TO BE BRONZE FINISH, BACKGROUND TO BE 
WHITE (MATCH WALL PAINT COLOR)

WALL ASSEMBLY PER PLAN

 
12

"

1" EXTRUDED ALUMINUM 
LETTERS, MEDIUM 
BRONZE

ALUMINUM STAND-OFF, 
W/ EPOXY ANCHORAGE

1"

ANCHORAGE ATTACHMENT, 
EACH EXTRUDED LETTER 
(2) 3/8" ANCHOR WITH A 
THREADED BOLT

COUNTY OF SANTA BARBARA
PROBATION  

6"

1/4" MAX.

1'
 - 

4"

1' - 0" 1/
4"

1/4"

NOTE: 
1. FLOOR IDENTIFICATION SIGN SHALL BE LOCATED 

AT THE LANDING OF EACH FLOOR LEVEL, 
PLACED ADJACENT TO THE DOOR ON THE LATCH 
SIDE, IN ALL ENCLOSED STAIRWAYS. 

2. AT THE DISCHARGE LEVEL, THE SIGN SHALL 
INCLUDE A RAISED FIVE POINTED STAR 
LOCATED TO THE LEFT OF THE IDENTIFYING 
FLOOR LEVEL. THE OUTSIDE DIAMETER OF THE 
STAR SHALL BE THE SAME AS THE HEIGHT OF 
THE RAISED CHARACTERS. 

3. BRAILLE FONT: CALIFORNIA ROUND TOP 
CONTACTED 2 BRAILLE DOTS. 1/10" OC AND 3/10" 
BETWEEN CELLS. RAISED MIN 1/40" ABOVE 
BACKGROUND. 

4. STAIRS 1 HAS NO ROOF ACCESS; STAIR 2 HAS 
ROOF ACCESS.

5. RAISE LETTERS 1/32" MIN. (TYP.)

STAIR 1

48
" 

M
IN

. 
A

.F
.F

.

60
" 

M
A

X
. 

A
.F

.F
.

BRAILLE

2
NO ROOF ACCESS

LEVEL 2

EXIT ROUTE

1
 1

/2
"

1
"

5
"

1
"

1
"

1'
 - 

4"

1' - 0" 1/
4"

1/4"

STAIR 1

48
" 

M
IN

. 
A

.F
.F

.

60
" 

M
A

X
. 

A
.F

.F
.

BRAILLE1
NO ROOF ACCESS

LEVEL 1

EXIT ROUTE

1
 1

/2
"

1
"

5
"

1
"

1
"

VARIES PER 
LEVEL, REFER 
TO SCHEDULE

NUMBER VARIES 
PER STAIR, REFER 
TO PLAN FOR 
STAIR NUMBER

SIGN TYPE S1 SIGN TYPE S2

*FOR LEVEL 1 ONLY *FOR LEVEL 2 THROUGH ROOF

NUMBER VARIES 
PER STAIR, REFER 
TO PLAN FOR 
STAIR NUMBER

ROOF ACCESS PER 
STAIR, REFER TO 
PLAN FOR ROOF 
ACCESS

FIRE RISER 

9"

9"

3/4" LETTERS, 
REFER TO 
ACCESSIBILITY 
SIGNAGE NOTES

1/
4"

1/4"

NOTE: BORDER AND TEXT TO BE BRONZE FINISH, BACKGROUND TO BE 
WHITE (MATCH WALL PAINT COLOR)

EXIT4"

9" +/-

1"
 M

IN
T

O
 1

/2
" 

M
A

X
.

3/
8"

 M
IN

.

RAISED LETTERS 
1/32" MIN.

GRADE 2 
BRAILLE 
SIGNAGE

 
 

3/
8"

 M
IN

.

60
" 

 M
A

X
. A

.F
.F

.

48
" 

 M
IN

. A
.F

.F
.

NOTE: BORDER AND TEXT TO BE BRONZE FINISH, BACKGROUND TO BE 
WHITE (MATCH WALL PAINT COLOR)

EXIT 
ROUTE

9"

5"

3/
8"

 M
IN

.

RAISED LETTERS, 1/32" MIN. 

1"
TO

 1
/2

" M
A

X
.

3/
8"

 M
IN

.

48
" 

 M
IN

. A
.F

.F
.

60
" 

 M
A

X
. A

.F
.F

.

GRADE 2 BRAILLE 
SIGNAGE

NOTE: BORDER AND TEXT TO BE BRONZE FINISH, BACKGROUND TO BE 
WHITE (MATCH WALL PAINT COLOR)

1'
 - 

0"

8 1/2"

NOTE: BORDER AND GRAPHIC TO BE BRONZE FINISH, BACKGROUND TO BE 
WHITE (MATCH WALL PAINT COLOR)

IN CASE OF FIRE 
DO NOT USE 
ELEVATOR -

USE EXIT STAIR 

3/4" LETTERS, 
REFER TO 
ACCESSIBILITY 
SIGNAGE NOTES

GRADE 2 BRAILLE 
SIGNAGE

WALL ASSEMBLY PER PLAN

4"
1" EXTRUDED ALUMINUM 
LETTERS, MEDIUM 
BRONZE

ALUMINUM STAND-OFF, 
W/ EPOXY ANCHORAGE

ANCHORAGE ATTACHMENT, 
EACH EXTRUDED LETTER 
(2) 3/8" ANCHOR WITH A 
THREADED BOLT

1019  
4"

1/4" MAX.

SAFE
DISPERSAL

AREA

1
"

9"

6"

CONTRASTING 
LETTERS

48
" 

T
O

 F
IN

IS
H

 G
R

A
D

E

NOTE: SEE 4/AS-7.0.1 FOR POLE MOUNTING

NOT AN
EXIT5 

1/
2"

9" +/-

1"
 M

IN
T

O
 1

/2
" 

M
A

X
.

3/
8"

 M
IN

.

RAISED LETTERS 
1/32" MIN.

GRADE 2 
BRAILLE 
SIGNAGE

 
 

3/
8"

 M
IN

.

60
" 

 M
A

X
. A

.F
.F

.

48
" 

 M
IN

. A
.F

.F
.

NOTE: BORDER AND TEXT TO BE BRONZE FINISH, BACKGROUND TO BE 
WHITE (MATCH WALL PAINT COLOR)
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SIGNAGE SCHEDULE

MARK LOCATION DETAIL Description COPY TEXT
SIGNAGE
MATERIAL REMARKS

R EAST ELEVATION 15/AD-10.1 METAL LETTERS ON STANDOFFS COUNTY OF SANTA BARBARA PROBATION ALUMINUM MOUNTED ON WALL

R EAST ELEVATION 15/AD-10.1 METAL LETTERS ON STANDOFFS 1019 ALUMINUM MOUNTED ON WALL

I ELEVATOR 2/AD-10.1 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

REFER TO 2/AD-10.1 ACRYLIC MOUNTED ON WALL

D 002 3/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ASSISTIVE LISTENING SYSTEM AVAILABLE ACRYLIC MOUNTED ON WALL, IMAGE GRAPHIC OF INTERNATIONAL
SYMBOL OF ACCESS FOR HEARING LOSS

A1 002 5/AD-10.0 SIGN W/ LETTERS & BRAILLE MEETING ROOM ACRYLIC MOUNTED ON WALL

A1 004 5/AD-10.0 SIGN W/ LETTERS & BRAILLE GEAR CHECK ACRYLIC MOUNTED ON WALL

B 005 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ALL-USER RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

B 006 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ALL-USER RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

S1 007 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 1 ACRYLIC MOUNTED ON WALL

S1 007 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 1 ACRYLIC MOUNTED ON WALL

I 008 2/AD-10.1 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

REFER TO 2/AD-10.1 ACRYLIC MOUNTED ON WALL

A1 009 5/AD-10.0 SIGN W/ LETTERS & BRAILLE UTILITY CLERK ACRYLIC MOUNTED ON WALL

A1 010 5/AD-10.0 SIGN W/ LETTERS & BRAILLE EVIDENCE ACRYLIC MOUNTED ON WALL

A1 011 5/AD-10.0 SIGN W/ LETTERS & BRAILLE GEAR STORAGE ACRYLIC MOUNTED ON WALL

A1 011 5/AD-10.0 SIGN W/ LETTERS & BRAILLE GEAR STORAGE ACRYLIC MOUNTED ON WALL

A1 014 5/AD-10.0 SIGN W/ LETTERS & BRAILLE IT STORAGE ACRYLIC MOUNTED ON WALL

A1 015 5/AD-10.0 SIGN W/ LETTERS & BRAILLE TRASH ACRYLIC MOUNTED ON WALL

A1 015 5/AD-10.0 SIGN W/ LETTERS & BRAILLE TRASH ACRYLIC MOUNTED ON WALL

U 017 1/AS-7.0.1 SIGN W/ LETTERS REFER TO 1/AS-7.0.1 ALUMINUM MOUNTED ON WALL

U 017 1/AS-7.0.1 SIGN W/ LETTERS REFER TO 1/AS-7.0.1 ALUMINUM MOUNTED ON WALL

S2 019 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 2 ACRYLIC MOUNTED ON WALL

S2 019 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 2 ACRYLIC MOUNTED ON WALL

U 022 1/AS-7.0.1 SIGN W/ LETTERS REFER TO 1/AS-7.0.1 ALUMINUM MOUNTED ON WALL

S2 007 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 1 ACRYLIC MOUNTED ON WALL

S2 007 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 1 ACRYLIC MOUNTED ON WALL

I 008 2/AD-10.1 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

REFER TO 2/AD-10.1 ACRYLIC MOUNTED ON WALL

S1 019 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 2 ACRYLIC MOUNTED ON WALL

S1 019 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 2 ACRYLIC MOUNTED ON WALL

A1 102 5/AD-10.0 SIGN W/ LETTERS & BRAILLE ADULT LOBBY ACRYLIC MOUNTED ON WALL

A1 103 5/AD-10.0 SIGN W/ LETTERS & BRAILLE RECEPTION ACRYLIC MOUNTED ON WALL

A1 104 5/AD-10.0 SIGN W/ LETTERS & BRAILLE JUVENILE LOBBY ACRYLIC MOUNTED ON WALL

B 105 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ALL-USER RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

B 107 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ALL-USER RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

B 108 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

DRUG TESTING ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

A1 109 5/AD-10.0 SIGN W/ LETTERS & BRAILLE INTERVIEW ACRYLIC MOUNTED ON WALL

A1 110 5/AD-10.0 SIGN W/ LETTERS & BRAILLE INTERVIEW ACRYLIC MOUNTED ON WALL

A1 111 5/AD-10.0 SIGN W/ LETTERS & BRAILLE INTERVIEW ACRYLIC MOUNTED ON WALL

A1 112 5/AD-10.0 SIGN W/ LETTERS & BRAILLE INTERVIEW ACRYLIC MOUNTED ON WALL

A1 113 5/AD-10.0 SIGN W/ LETTERS & BRAILLE INTERVIEW/ CONFERENCE ACRYLIC MOUNTED ON WALL

A1 114 5/AD-10.0 SIGN W/ LETTERS & BRAILLE INTERVIEW ACRYLIC MOUNTED ON WALL

A1 120 5/AD-10.0 SIGN W/ LETTERS & BRAILLE AOP SUPERVISION ACRYLIC MOUNTED ON WALL

A1 122 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 123 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

B 125 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ALL-USER RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

B 127 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ALL-USER RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

A1 129 5/AD-10.0 SIGN W/ LETTERS & BRAILLE ADULT SUPERVISION OFFICE ACRYLIC MOUNTED ON WALL

D 130 3/AD-10.0 SIGN W/ LETTERS ASSISTIVE LISTENING SYSTEM AVAILABLE ACRYLIC MOUNTED ON WALL, IMAGE GRAPHIC OF INTERNATIONAL
SYMBOL OF ACCESS FOR HEARING LOSS

A1 130 5/AD-10.0 SIGN W/ LETTERS & BRAILLE CONFERENCE ROOM 2 ACRYLIC MOUNTED ON WALL

A1 132 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 134 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

D 136 3/AD-10.0 SIGN W/ LETTERS ASSISTIVE LISTENING SYSTEM AVAILABLE ACRYLIC MOUNTED ON WALL, IMAGE GRAPHIC OF INTERNATIONAL
SYMBOL OF ACCESS FOR HEARING LOSS

A1 136 5/AD-10.0 SIGN W/ LETTERS & BRAILLE DAY SPACE ACRYLIC MOUNTED ON WALL

A1 137 5/AD-10.0 SIGN W/ LETTERS & BRAILLE CLASSROOM 2 ACRYLIC MOUNTED ON WALL

A1 139 5/AD-10.0 SIGN W/ LETTERS & BRAILLE CLASSROOM 1 ACRYLIC MOUNTED ON WALL

A1 140 5/AD-10.0 SIGN W/ LETTERS & BRAILLE COUNCIL ACRYLIC MOUNTED ON WALL

A1 141 5/AD-10.0 SIGN W/ LETTERS & BRAILLE COUNCIL ACRYLIC MOUNTED ON WALL

B 144 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ALL-USER RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

A1 145 5/AD-10.0 SIGN W/ LETTERS & BRAILLE PANTRY ACRYLIC MOUNTED ON WALL

A1 147 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 148 5/AD-10.0 SIGN W/ LETTERS & BRAILLE PRRC MANAGER ACRYLIC MOUNTED ON WALL

A1 150 5/AD-10.0 SIGN W/ LETTERS & BRAILLE PP OFFICE ACRYLIC MOUNTED ON WALL

A1 151 5/AD-10.0 SIGN W/ LETTERS & BRAILLE STORAGE ACRYLIC MOUNTED ON WALL

D 152 3/AD-10.0 SIGN W/ LETTERS ASSISTIVE LISTENING SYSTEM AVAILABLE ACRYLIC MOUNTED ON WALL, IMAGE GRAPHIC OF INTERNATIONAL
SYMBOL OF ACCESS FOR HEARING LOSS

A1 152 5/AD-10.0 SIGN W/ LETTERS & BRAILLE TRAINING ROOM ACRYLIC MOUNTED ON WALL

A1 153 5/AD-10.0 SIGN W/ LETTERS & BRAILLE STORAGE ACRYLIC MOUNTED ON WALL

B 156 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ALL-USER RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

B 157 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ALL-USER RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

SIGNAGE SCHEDULE

MARK LOCATION DETAIL Description COPY TEXT
SIGNAGE
MATERIAL REMARKS

A1 158 5/AD-10.0 SIGN W/ LETTERS & BRAILLE COPY ACRYLIC MOUNTED ON WALL

U PARKING 1/AS-7.0.1 SIGN W/ LETTERS REFER TO 1/AS-7.0.1 ALUMINUM POLE MOUNTED

U PARKING 1/AS-7.0.1 SIGN W/ LETTERS REFER TO 1/AS-7.0.1 ALUMINUM POLE MOUNTED

T PARKING 11/AD-10.1 SIGN W/ LETTERS AREA OF DISPERSAL ALUMINUM POLE MOUNTED

U PARKING 1/AS-7.0.1 SIGN W/ LETTERS REFER TO 1/AS-7.0.1 ALUMINUM POLE MOUNTED

S2 007 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 1 ACRYLIC MOUNTED ON WALL

I 008 2/AD-10.1 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

REFER TO 2/AD-10.1 ACRYLIC MOUNTED ON WALL

S2 019 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 2 ACRYLIC MOUNTED ON WALL

S2 019 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 2 ACRYLIC MOUNTED ON WALL

A1 202 5/AD-10.0 SIGN W/ LETTERS & BRAILLE FISCAL AND COLLECTIONS ACRYLIC MOUNTED ON WALL

A1 203 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 204 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 205 5/AD-10.0 SIGN W/ LETTERS & BRAILLE FIRE ARMS ACRYLIC MOUNTED ON WALL

A1 206 5/AD-10.0 SIGN W/ LETTERS & BRAILLE FIELD TRAINING ACRYLIC MOUNTED ON WALL

A1 207 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 209 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

B 210 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

WOMEN RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

B 213 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

MEN RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

D 216 3/AD-10.0 SIGN W/ LETTERS ASSISTIVE LISTENING SYSTEM AVAILABLE ACRYLIC MOUNTED ON WALL, IMAGE GRAPHIC OF INTERNATIONAL
SYMBOL OF ACCESS FOR HEARING LOSS

A1 216 5/AD-10.0 SIGN W/ LETTERS & BRAILLE CONFERENCE ROOM 3 ACRYLIC MOUNTED ON WALL

A1 217 5/AD-10.0 SIGN W/ LETTERS & BRAILLE COPY ACRYLIC MOUNTED ON WALL

D 218 3/AD-10.0 SIGN W/ LETTERS ASSISTIVE LISTENING SYSTEM AVAILABLE ACRYLIC MOUNTED ON WALL, IMAGE GRAPHIC OF INTERNATIONAL
SYMBOL OF ACCESS FOR HEARING LOSS

A1 218 5/AD-10.0 SIGN W/ LETTERS & BRAILLE CONFERENCE ROOM 4 ACRYLIC MOUNTED ON WALL

A1 219 5/AD-10.0 SIGN W/ LETTERS & BRAILLE ELECTRICAL ACRYLIC MOUNTED ON WALL

A1 220 5/AD-10.0 SIGN W/ LETTERS & BRAILLE IT ACRYLIC MOUNTED ON WALL

A1 221 5/AD-10.0 SIGN W/ LETTERS & BRAILLE WELLNESS ACRYLIC MOUNTED ON WALL

A1 222 5/AD-10.0 SIGN W/ LETTERS & BRAILLE CONFERENCE ROOM 6 ACRYLIC MOUNTED ON WALL

A1 224 5/AD-10.0 SIGN W/ LETTERS & BRAILLE STORAGE ACRYLIC MOUNTED ON WALL

A1 225 5/AD-10.0 SIGN W/ LETTERS & BRAILLE PROFESSIONAL STANDARDS ACRYLIC MOUNTED ON WALL

A1 226 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 227 5/AD-10.0 SIGN W/ LETTERS & BRAILLE INTERVIEW ACRYLIC MOUNTED ON WALL

A1 227 5/AD-10.0 SIGN W/ LETTERS & BRAILLE INTERVIEW ACRYLIC MOUNTED ON WALL

A1 228 5/AD-10.0 SIGN W/ LETTERS & BRAILLE SPECIAL STORAGE ACRYLIC MOUNTED ON WALL

A1 229 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 231 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 232 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

D 233 3/AD-10.0 SIGN W/ LETTERS ASSISTIVE LISTENING SYSTEM AVAILABLE ACRYLIC MOUNTED ON WALL, IMAGE GRAPHIC OF INTERNATIONAL
SYMBOL OF ACCESS FOR HEARING LOSS

A1 233 5/AD-10.0 SIGN W/ LETTERS & BRAILLE CONFERENCE ROOM 1 ACRYLIC MOUNTED ON WALL

A1 234 5/AD-10.0 SIGN W/ LETTERS & BRAILLE STORAGE ACRYLIC MOUNTED ON WALL

A1 238 5/AD-10.0 SIGN W/ LETTERS & BRAILLE ROOF DECK ACRYLIC MOUNTED ON WALL

D 241 3/AD-10.0 SIGN W/ LETTERS ASSISTIVE LISTENING SYSTEM AVAILABLE ACRYLIC MOUNTED ON WALL, IMAGE GRAPHIC OF INTERNATIONAL
SYMBOL OF ACCESS FOR HEARING LOSS

A1 241 5/AD-10.0 SIGN W/ LETTERS & BRAILLE CONFERENCE ROOM 5 ACRYLIC MOUNTED ON WALL

A1 242 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 243 5/AD-10.0 SIGN W/ LETTERS & BRAILLE EQUIPMENT STORAGE ACRYLIC MOUNTED ON WALL

A1 244 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 245 5/AD-10.0 SIGN W/ LETTERS & BRAILLE INSTALLATION ROOM ACRYLIC MOUNTED ON WALL

A1 247 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 248 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 249 5/AD-10.0 SIGN W/ LETTERS & BRAILLE PRETRIAL ASSESSMENT ACRYLIC MOUNTED ON WALL

A1 250 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 251 5/AD-10.0 SIGN W/ LETTERS & BRAILLE STORAGE ACRYLIC MOUNTED ON WALL

S2 007 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 1 ACRYLIC MOUNTED ON WALL

I 008 2/AD-10.1 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

REFER TO 2/AD-10.1 ACRYLIC MOUNTED ON WALL

S2 019 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 2 ACRYLIC MOUNTED ON WALL

S2 019 20/AD-10.1 SIGN W/ LETTERS & BRAILLE STAIR 2 ACRYLIC MOUNTED ON WALL

A1 301 5/AD-10.0 SIGN W/ LETTERS & BRAILLE ROOF DECK ACRYLIC MOUNTED ON WALL

A1 302 5/AD-10.0 SIGN W/ LETTERS & BRAILLE EXECUTIVE AREA ACRYLIC MOUNTED ON WALL

A1 302 5/AD-10.0 SIGN W/ LETTERS & BRAILLE EXECUTIVE AREA ACRYLIC MOUNTED ON WALL

D 303 3/AD-10.0 SIGN W/ LETTERS ASSISTIVE LISTENING SYSTEM AVAILABLE ACRYLIC MOUNTED ON WALL, IMAGE GRAPHIC OF INTERNATIONAL
SYMBOL OF ACCESS FOR HEARING LOSS

A1 303 5/AD-10.0 SIGN W/ LETTERS & BRAILLE MEETING ROOM ACRYLIC MOUNTED ON WALL

A1 311 5/AD-10.0 SIGN W/ LETTERS & BRAILLE MECHANICAL WELL ACRYLIC MOUNTED ON WALL

A1 311 5/AD-10.0 SIGN W/ LETTERS & BRAILLE ADMIN ACRYLIC MOUNTED ON WALL

A1 314 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

A1 315 5/AD-10.0 SIGN W/ LETTERS & BRAILLE OFFICE ACRYLIC MOUNTED ON WALL

B 316 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ALL-USER RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

B 317 4/AD-10.0 SIGN W/ RAISED GRAPHIC,
LETTERS & BRAILLE

ALL-USER RESTROOM ACRYLIC MOUNTED ON WALL AND MOUNTED ON DOOR, IMAGE GRAPHIC
OF INTERNATIONAL SYMBOL OF ACCESSIBILITY

A1 318 5/AD-10.0 SIGN W/ LETTERS & BRAILLE COPY ACRYLIC MOUNTED ON WALL

A1 319 5/AD-10.0 SIGN W/ LETTERS & BRAILLE ELECTRICAL/ IT ACRYLIC MOUNTED ON WALL

A1 319 5/AD-10.0 SIGN W/ LETTERS & BRAILLE ROOF DECK ACRYLIC MOUNTED ON WALL

A1 320 5/AD-10.0 SIGN W/ LETTERS & BRAILLE STORAGE ACRYLIC MOUNTED ON WALL

A1 321 5/AD-10.0 SIGN W/ LETTERS & BRAILLE STORAGE ACRYLIC MOUNTED ON WALL

A1 322 5/AD-10.0 SIGN W/ LETTERS & BRAILLE CUSTODIAL ACRYLIC MOUNTED ON WALL
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NOTE: REFER TO 15/AD-11.0 FOR ADDITIONAL INFORMATION.
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DIMENSIONS FOR ACCESSIBILITY IN FACILITIES

TOILET (CENTERLINE) FROM WALL

TOILET SEAT HT. (FF TO TOP OF SEAT)

GRAB BAR HT. (FF TO TOP OF GRIPPING SURFACE)

TOILET PAPER (CENTERLINE) IN FRONT OF TOILET SEAT EDGE

NAPKIN DISPOSAL IN FRONT OF TOILET SEAT EDGE

DISPENSER, DISPOSAL, OPERABLE PARTS OR MIRROR HT.
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DRINKING FOUNTAIN KNEE CLEARANCE

RAMP / STAIR HANDRAIL HT.

DESKTOP HEIGHT

DESK KNEE SPACE

F.E. CABINET HANDLE & F.E. HANDLE

17" - 18"

17" - 19"

33" - 36"

7" - 9"

NO REQUIREMENT

40" MAX.

34" MAX.

27" MIN.

17" MAX.

44" MAX.

36" MAX.

27" MIN.

34" - 38"

26" - 30"

27" MIN.

48" MAX.

HIGH DRINKING FOUNTAIN BUBBLER HT. 38" -43"

81
0-

10
-0

13

WALL FACE -
WHERE OCCURS HI LO DRINKING

FOUNTAIN W/ 
BOTTLE REFILLER

CL

CL

18" MIN.

18" MIN.

  18" - 19"

5" MAX.

2
7
" 

M
IN

. 
C

L
E

A
R

3
6
" 

M
A

X
.

 
 

4
1

"
 

WATER FLOW 4" MIN. 
HIGH MAX 15 DEG. 
ANGLE MEASURED 
HORIZONTALLY 
BETWEEN WATER 
STREAM AND FRONT 
FACE OF UNIT

T
O

 B
O

T
T

L
E

 F
IL

L
E

R
 S

E
N

S
O

R

3
9
 1

/4
"

11" MIN.

9
" 

M
IN

.

INDICATES 
REQUIRED CLEAR 
SPACE UNDER 
DRINKING FOUNTAIN

1 1/2" 1 1/4"
3 - #12 SMS

METAL STUD 
BACKING REFER 
TO 

GRAB BAR & SUPPORT 
BRACKET, TYP.

CERAMIC TILE 
WALL PER PLAN

33
" 

A
.F

.F
.

810-10-014

/8 AD-4.3

NOTES:
FAUCET CONTROLS AND OPERATING MECHANISMS SHALL BE 
OPERABLE WITH ONE HAND AND SHALL NOT REQUIRE TIGHT 
GRASPING, PINCHING, OR TWISTING OF THE WRIST.  THE FORCE 
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ADA COMPLIANT LOCKER LOCATIONS WITHIN 
REACH RANGE PER 2022 CBC 11B-811

NOTE: LOCKER HARDWARE SHALL BE OPERABLE WITH ONE HAND, SHALL NOT 
REQUIRE TIGHT GRASPING, PINCHING, OR TWISTING AND THE FORCE REQUIRED 
TO ACTIVATE THE OPERABLE PARTS SHALL BE A MAXIMUM OF 5 POUNDS

ADA COMPLIANT LIFT 
LATCH TO BE WITHIN 
REACH RANGE AT 
ADA ACCESSIBLE 
LOCKER LOCATIONS

3" X 3" I.S.A. PER 
4/AD-10.1 SIM., TYPE J 
SIGNAGE, TYP. AT ALL 
ADA LOCKERS

72
"

WOOD FRAMED CURB 
REFER TO /5 AD-3.0

4 & 5
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TILE ASSEMBLY F122/F122A, TCNA LATEST EDITION

CERAMIC TILE, SLOPE MIN. 1% / MAX 2% TO DRAIN

BOND COAT

REQUIREMENTS:
1. MORTAR BED THICKNESS - 1-1/4" MINIMUM TO 2" MAXIMUM.
2. SLAB TO BE WELL CURED, DIMENSIONALLY STABLE, AND FREE OF CRACKS, 

WAXY, OR OILY FILMS INCLUDING CURING COMPOUNDS. 
3. NOT USED
4. ABOVE-GROUND - ABOVE-GROUND INSTALLATIONS ARE INHERENTLY MORE 

SUSCEPTIBLE TO VIBRATION AND DEFLECTION. GROUT AND MORTAR 
MANUFACTURERS TO WARRANT PRODUCT SUITABILITY.

MATERIALS:
1. EPOXY GROUT - ANSI A118.3 OR ISO RG
2. CEMENTITIOUS BOND COAT  - PORTLAND CEMENT PASTE ON A MORTAR BED 

THAT IS STILL WORKABLE. FOR A CURED MORTAR BED, ANSI A118.4 OR 
BETTER OR ISO C2S1 OR BETTER, UNLESS ISOC1 IS RECOMMENDED BY 
MEMBRANE MANUFACTURER.

3. AT ABOVE-GROUND APPLICATIONS, BONDING MORTAR MUST BE 
RECOMMENDED BY MANUFACTURER FOR ABOVE-GROUND USE.

4. WATERPROOF MEMBRANE - ANSI A118.10
5. SHOWER PAN MEMBRANE - ANSI ASTM D4551 OR D4068

PREPARATION :
1. FLOOR SYSTEMS OVER WHICH TILE WILL BE INSTALLED SHALL BE 

IN CONFORMANCE WITH APPLICABLE BUILDING CODES. MAXIMUM 
ALLOWABLE SUBSTRATE DEFLECTION UNDER LIVE LOAD NOT TO 
EXCEED 1/360. SEE ALSO SUBSTRATE REQUIREMENTS.

2. SLAB TO HAVE STEEL TROWEL AND FINE BROOM FINISH WITH NO 
CURING COMPOUNDS USED.  WHEN USED, MECHANICAL 
SCARIFYING IS NECESSARY.

3. MAXIMUM ALLOWABLE VARIATION IN THE INSTALLATION 
SUBSTRATE - 1/4" IN 10' FROM THE REQUIRED PLANE.

EXPANSION JOINTS
1. EXPANSION JOINTS- MANDATORY ACCORDING TO METHOD EJ171, 

REFER TO 20/AD-601.

INSTALLATION SPECIFICATIONS:
1. TILE-ANSI A108.1A, .1B, OR .1C. A108.1B REQUIRED IF MEMBRANE 

TO BE USED.
3. CEMENTITIOUS GROUT - A108.10.
4. WATERPROOF MEMBRANE- ANSI A108.13
5. MOVEMENT JOINTS - EJ171 AND ASTM C1193.

CONCRETE SUBSTRATE WITH VAPOR REDUCTION 
SYSTEM, REFER TO FLOOR ASSEMBLY

WALL FINISH ASSEMBLY, REFER TO PLAN

CONCRETE CURB, MATCH WIDTH 
OF STUD WALL, REFER TO PLAN

TILE COVE BASE     

6
"

.

NOTE:
REFER TO            FOR ADDITIONAL INFORMATION./ -20

WATERPROOFING AND ANTI-FRACTURE 
SHOWER PAN MEMBRANE

SHOWER PAN MEMBRANE

WALL ASSEMBLY, REFER TO WALL TYPES 

SLOPED FILL MORTAR, 3" MAXIMUM THICKNESS, 
SLOPE MIN 1/8":12" TO DRAIN

REFER TO SLAB PLAN FOR 
DEPRESSED SLAB ELEVATION

1
0
 7

/ 8
" M

I N
.

EPOXY GROUT     

CERAMIC TILE

SEALANT

BOND COAT

MORTAR BED

CLEAVAGE OR 
WATERPROOF MEMBRANE 
WHERE OCCURS

CONCRETE

SEALANT DEPTH 1/2 WIDTH

ROUNDED BACK-UP WITH 
NO BOND TO SEALANT

EXPECTED MOVEMENT
WIDTH 4 TIMES

COMPRESSIBLE BACK-UP

REQUIREMENTS:
1. INTERIOR - 20' TO 25' IN EACH DIRECTION.
2. EXTERIOR - 8' TO 12' IN EACH DIRECTION.
3. INTERIOR TILEWORK EXPOSED TO DIRECT SUNLIGHT OR 

MOISTURE - 8' TO 12' IN EACH DIRECTION.
4. WHERE TILEWORK ABUTS RESTRAINING SURFACES SUCH AS 

PERIMETER WALLS, DISSIMILAR FLOORS, CURBS, COLUMNS, 
PIPES, CEILINGS, AND WHERE CHANGES OCCUR IN BACKING 
MATERIALS.

5. ALL EXPANSION, CONTROL, CONSTRUCTION, COLD AND SEISMIC 
JOINTS IN THE STRUCTURE SHOULD CONTINUE THROUGH THE 
TILEWORK INCLUDING SUCH JOINTS AT VERTICAL SURFACES.

6. JOINTS THROUGH TILEWORK DIRECTLY OVER STRUCTURAL 
JOINTS MUST NOT BE NARROWER THAN THE STRUCTURAL JOINTS.

JOINT WIDTH
(VERTICAL & HORIZONTAL)

1. EXTERIOR (ALL TILE) - MINIMUM 3/8" FOR JOINTS 8' ON CENTER, 
MIN. 1/2" FOR JOINTS 12' ON CENTER. MINIMUM WIDTHS MUST BE 
INCREASED 1/16" FOR EACH 15°F TILE SURFACE TEMPERATURE 
CHANGE GREATER THAN 100°F BETWEEN SUMMER HIGH AND 
WINTER LOW.  (DECKS EXPOSED TO THE SKY IN NOTHERN U.S.A. 
USUALLY REQUIRE 3/4" WIDE JOINTS ON 12' CENTERS.)

2. INTERIOR FOR QUARRY TILE AND PAVER TILE - SAME AS GROUT 
JOINT, BUT NOT LESS THAN 1/4".

3. INTERIOR FOR CERAMIC MOSAIC TILE AND GLAZED WALL TILE -
PREFERRED NOT LESS THAN 1/4", BUT NEVER LESS THAN 1/8".

4. JOINTS THROUGH TILEWORK DIRECTLY OVER STRUCTURAL 
JOINTS MUST NEVER BE NARROWER THAN THE STRUCTURAL 
JOINT.

PREPARATION:
1. TILE EDGES TO WHICH THE SEALANT WILL BOND MUST BE 

CLEAN AND DRY. SANDING OR GRINDING OF THESE EDGES IS 
RECOMMENDED TO OBTAIN OPTIMUM SEALANT BOND.

2. PRIMER ON THESE TILE EDGES IS MANDATOTY WHEN 
RECOMMENDED BY THE SEALANT MANUFACTURER. CARE MUST 
BE TAKEN TO KEEP PRIMER OFF TILE FACES.

MATERIALS:
1. BACK-UP STRIP SHALL BE A FLEXIBLE AND COMPRESSIBLE TYPE OF CLOSED-CELL FOAM 

POLYETHYLENE, BUTYL RUBBER, OR OPEN CELL AND CLOSED CELL POLYURETHANE, 
ROUNDED AT SURFACE TO CONTACT SEALANT, AS SHOWN IN DETAILS ABOVE, AND AS 
RECOMMENDED BY SEALANT MANUFACTURERS. IT MUST FIT NEATLY INTO THE JOINT 
WITHOUT COMPACTING AND TO SUCH A HEIGHT TO ALLOW A SEALANT DEPTH OF 1/2 THE 
WIDTH OF THE JOINT. SEALANT MUST NOT BOND TO THE BACK UP MATERIAL.

2. SUITABLE SEALANTS INCLUDE SILICONE, URETHANE, AND POLYSULFIDE. GENERALLY, 
URETHANE SEALANTS ARE RECOMMENDED FOR EXTERIOR VERTICAL TILE SURFACES AND 
BOTH EXTERIOR AND INTERIOR HORIZONTAL TILE SURFACES, INCLUDING TILED TRAFFIC 
AREAS. SEALANTS IN TRAFFIC AREAS REQUIRE A 'SHORE A' HARDNESS OF 35 OR GREATER.

3. SILICONE SEALANTS MAY BE USED ON BOTH EXTERIOR AND INTERIOR VERTICAL TILE 
SURFACES. SINGLE COMPONENT MILDEW-RESISTANT SILICONE SEALANTS ARE 
FORMULATED WITH FUNGICIDE FOR SEALING INTERIOR JOINTS IN CERAMIC TILE SHOWER 
AND AROUND TUBS, SINKS AND PLUMBING FIXTURES.

4. USE SEALANTS COMPLYING WITH ASTM C920, WHICH DESIGNATES SEALANTS ACCORDING 
TO TYPE, GRADE, CLASS AND USES. THE FOLLOWING ARE SUITABLE FOR USE IN TILE WORK: 

TYPE S - SINGLE-COMPONENT SEALANT

TYPE M -  MULTI-COMPONENT SEALANT

GRADE P - SEALANTS FOR JOINTS ON HORIZONTAL SURFACES

GRADE NS - NON-SAGGING SEALANTS FOR JOINTS IN VERTICAL SURFACES

CLASS 25 AND 12 1/2 - IDENTIFIES SEALANTS WHICH CAN WITHSTAND AN INCREASE AND 
DECREASE OF +/- 25% OR +/- 12 1/2% OF JOINT WIDTH

USE T- USE IN JOINTS SUBJECTED TO PEDESTRIAN AND VEHICLE TRAFFIC

USE NT - SEALANTS FOR NONTRAFFIC EXPOSURES

USES M AND G - SEALANTS THAT WILL REMAIN ADHERED TO MORTAR (M) AND GLASS (G) 
ARE SUITABLE FOR USE WITH TILEWORK.

SOME SEALANTS REQUIRE EDGE PRIMING. CONSULT MANUFACTURER'S SPECIFICATIONS.

PLASTER "T" MOLDING

FASTENER

PLASTER WALL 
ASSEMBLY PER 
PLAN

TILE WALL 
ASSEMBLY PER 
PLAN

BALCONY CONCRETE BONDED MORTAR BED CERAMIC 
TILE F103B, LATEST EDITION

MATERIALS:
1. CEMENTITIOUS GROUT - ANSI A118.6 OR BETTER OR ISO CG1 OR BETTER.
2. CEMENTITIOUS BOND COAT (ON-GROUND) - PORTLAND CEMENT PASTE ON 

A MORTAR BED THAT IS STILL WORKABLE. FOR A CURED MORTAR BED, 
FOLLOW RECOMMENDATIONS BELOW TO SELECT APPROPRIATE BONDING 
MORTAR:
-WHEN PORCELAIN TILE IS USED - ANSI A118.4 OR BETTER OR ISO C2 OR 
BETTER.
WHEN A WATERPROOF MEMBRANE IS USED- ANSI A118.4 OR BETTER OR 
ISO C2S1 OR BETTER UNLESS ANSI A118.1 OR ISOC1 IS RECOMMENDED 
BY MEMBRANE MANUFACTURER.

3. CEMENTITIOUS BOND COAT (ABOVE-GROUND) - PORTLAND 
CEMENT PASTE ON A MORTAR BED THAT IS STILL WORKABLE. FOR 
A CURED MORTAR BED, FOLLOW RECOMMENDATIONS BELOW TO 
SELECT APPROPRIATE BONDING MORTAR:
-MUST BE RECOMMENDED BY MANUFACTURER FOR ABOVE-
GROUND USE. 
-MORTAR BED - ANSI A108.1A.
-MORTAR BED BOND COAT - PORTLAND CEMENT SLURRY.
- WHEN A WATERPROOF MEMBRANE IS USED- ANSI A118.4 OR 
BETTER OR ISO C2S1 OR BETTER UNLESS ANSI A118.1 OR ISOC1 IS 
RECOMMENDED BY MEMBRANE MANUFACTURER.

4. WATERPROOF MEMBRANCE- ANSI A118.10

PREPARATION :
1. FLOOR SYSTEMS OVER WHICH TILE WILL BE INSTALLED SHALL BE 

IN CONFORMANCE WITH THE IRC FOR RESIDENTIAL APPLICATIONS, 
THE IBC FOR COMMERCIAL APPLICATIONS, OR APPLICABLE 
BUILDING CODES. MAXIMUM ALLOWABLE SUBSTRATE DEFLECTION 
UNDER LIVE LOAD NOT TO EXCEED 1/360.SEE ALSO SUBSTRATE 
REQUIREMENTS.

2. WHEN CONCENTRATED LOADS (SCISSOR LIFTS, PALLET JACKS, 
AUTOMOBILES, FORKLIFTS, ETC.) WILL BE USED ON AN ABOVE-
GROUND TILED FLOOR, THE ENGINEER AND/OR SPECIFIER SHALL 
SPECIFY A SUBSTRATE TO ACCOMMODATE THE CONCENTRATED 
LOADS. OWNER/SPECIFIER IS RESPONSIBLE FOR PROTECTING THE 
TILEWORK FROM DAMAGE, INCLUDING ALLOWING SUFFICIENT TIME 
FOR INSTALLED MATERIALS TO CURE PROPERLY. 

3. SLAB TO HAVE STEEL TROWEL AND FINE BROOM FINISH WITH NO 
CURING COMPOUNDS USED.  WHEN USED, MECHANICAL 
SCARIFYING IS NECESSARY.

4. SLOPE, WHEN REQUIRED, TO BE IN SUBFLOOR.
5. MAXIMUM ALLOWABLE VARIATION IN THE INSTALLATION 

SUBSTRATE (CONCRETE) - 1/4" IN 10' FROM THE REQUIRED 
PLANE.

EXPANSION JOINT
1. EXPANSION JOINTS- MANDATORY ACCORDING TO METHOD EJ171, 

REFER TO 20/-.

INSTALLATION SPECIFICATIONS:
1. TILE-ANSI A108.1A, .1B, OR .1C. A108.1B REQUIRED IF MEMBRANE 

TO BE USED.
2. GLASS TILE - ANSI A108.14, .15, .16, OR MANUFACTURER'S 

DIRECTIONS.
3. CEMENTITIOUS GROUT - A108.10.
4. WATERPROOF MEMBRANE- ANSI A108.13
5. MOVEMENT JOINTS - EJ171 AND ASTM C1193.

NOTE:
REFER TO            FOR ADDITIONAL INFORMATION./ -20

REQUIREMENTS:
1. MORTAR BED THICKNESS - 1-1/4" MINIMUM TO 2" MAXIMUM.
2. SLAB TO BE WELL CURED, DIMENSIONALLY STABLE, AND FREE OF CRACKS, 

WAXY, OR OILY FILMS INCLUDING CURING COMPOUNDS. 
3. NOT USED
4. ABOVE-GROUND - ABOVE-GROUND INSTALLATIONS ARE INHERENTLY MORE 

SUSCEPTIBLE TO VIBRATION AND DEFLECTION. GROUT AND MORTAR 
MANUFACTURERS TO WARRANT PRODUCT SUITABILITY.

CERAMIC TILE

CEMENTITIOUS BOND COAT

WATERPROOF MEMBRANE

ROOF MEMBRANE SLOPED 
MIN. 1/4" PER FOOT

DRAINAGE MAT

ROOF DECK

REINFORCED MORTAR BED

TILE ASSEMBLY F141, TCNA LATEST EDITION

CERAMIC TILE, SLOPE MIN. 1.5% / MAX 2% TO DRAIN

REINFORCED MORTAR BED, MIN. 3/4" AND MAX 2" THICK

REQUIREMENTS:
1. MORTAR BED THICKNESS - 1-1/4" MINIMUM TO 2" MAXIMUM.
2. SLAB TO BE WELL CURED, DIMENSIONALLY STABLE, AND FREE OF CRACKS, 

WAXY, OR OILY FILMS INCLUDING CURING COMPOUNDS. 
3. NOT USED
4. ABOVE-GROUND - ABOVE-GROUND INSTALLATIONS ARE INHERENTLY MORE 

SUSCEPTIBLE TO VIBRATION AND DEFLECTION. GROUT AND MORTAR 
MANUFACTURERS TO WARRANT PRODUCT SUITABILITY.

MATERIALS:
1. EPOXY GROUT - ANSI A118.3 OR ISO RG
2. CEMENTITIOUS BOND COAT  - PORTLAND CEMENT PASTE ON A MORTAR BED 

THAT IS STILL WORKABLE. FOR A CURED MORTAR BED, ANSI A118.4 OR 
BETTER OR ISO C2S1 OR BETTER, UNLESS ISOC1 IS RECOMMENDED BY 
MEMBRANE MANUFACTURER.

3. AT ABOVE-GROUND APPLICATIONS, BONDING MORTAR MUST BE 
RECOMMENDED BY MANUFACTURER FOR ABOVE-GROUND USE.

4. WATERPROOF MEMBRANE - ANSI A118.10
5. SHOWER PAN MEMBRANE - ANSI ASTM D4551 OR D4068

PREPARATION :
1. FLOOR SYSTEMS OVER WHICH TILE WILL BE INSTALLED SHALL BE 

IN CONFORMANCE WITH APPLICABLE BUILDING CODES. MAXIMUM 
ALLOWABLE SUBSTRATE DEFLECTION UNDER LIVE LOAD NOT TO 
EXCEED 1/360. SEE ALSO SUBSTRATE REQUIREMENTS.

2. SLAB TO HAVE STEEL TROWEL AND FINE BROOM FINISH WITH NO 
CURING COMPOUNDS USED.  WHEN USED, MECHANICAL 
SCARIFYING IS NECESSARY.

3. MAXIMUM ALLOWABLE VARIATION IN THE INSTALLATION 
SUBSTRATE - 1/4" IN 10' FROM THE REQUIRED PLANE.

EXPANSION JOINTS
1. EXPANSION JOINTS- MANDATORY ACCORDING TO METHOD EJ171, 

REFER TO 20/AD-601.

INSTALLATION SPECIFICATIONS:
1. TILE-ANSI A108.1A, .1B, OR .1C. A108.1B REQUIRED IF MEMBRANE 

TO BE USED.
3. CEMENTITIOUS GROUT - A108.10.
4. WATERPROOF MEMBRANE- ANSI A108.13
5. MOVEMENT JOINTS - EJ171 AND ASTM C1193.

STRUCTURAL SHEATHING, 
REFER TO FLOOR ASSEMBLY

WALL FINISH ASSEMBLY, REFER TO PLAN

TYPICAL FINISH FLOOR HEIGHT

TILE COVE BASE     

NOTE:
REFER TO            FOR ADDITIONAL INFORMATION./ -20

SHOWER PAN MEMBRANE
WALL ASSEMBLY, REFER TO WALL TYPES 

REFER TO SECTIONS FOR 
DEPRESSED FRAMING ELEVATION

1
0
 1

/ 2
" M

I N
.

EPOXY GROUT     

.

WATERPROOFING AND ANTI-FRACTURE 
SHOWER PAN MEMBRANE

REINFORCED UNBONDED SLOPED FILL 
MORTAR, MIN. 1" AND MAX. 3" THICKNESS, 
SLOPE 1/4":12" TO DRAIN AT SHOWER

CLEAVAGE MEMBRANE

REINFORCING

SOUND REDUCTION MAT PER FLOOR ASSEMBLY
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AB ANCHOR BOLT

ACI AMERICAN CONCRETE INSTITUTE

ADDL ADDITIONAL

ADJ ADJACENT

AESS ARCHITECTURAL EXPOSED STRUCTURAL STEEL

AGGR AGGREGATE

AISC AMERICAN INSTITUTE OF STEEL CONSTRUCTION

ALT ALTERNATE

ALUM ALUMINUM

ANCH ANCHOR

ANSI AMERICAN NATIONAL STANDARDS INSTITUTE

APA AMERICAN PLYWOOD ASSOCIATION

APPVD APPROVED

APPROX APPROXIMATE

ARCH ARCHITECTURAL; ARCHITECT

ASTM AMERICAN SOCIETY FOR TESTING AND MATERIALS

AWPA AMERICAN WOOD PRESERVERS ASSOCIATION

AWS AMERICAN WELDING SOCIETY

AITC AMERICAN INSTITUTE OF TIMBER CONSTRUCTION

ASTM AMERICAN SOCIETY FOR TESTING MATERIALS

& AND

@ AT

BLDG BUILDING

BLK BLOCK

BLKG BLOCKING

BM BEAM

BN BOUNDARY NAIL

BNDRY BOUNDARY

BOT OR B BOTTOM

BRC BRACE

BRG BEARING

BT BENT

BTWN BETWEEN

CANT CANTILEVER

CAM OR C CAMBER

CC CENTER TO CENTER

CG CENTER OF GRAVITY

CIP CAST-IN-PLACE

CJ CONSTRUCTION JOINT; CONTROL JOINT

CL CENTER LINE

CLR CLEARANCE; CLEAR

CMU CONCRETE MASONRY UNIT

COL COLUMN

COMP COMPRESSION

CONC CONCRETE

CONN CONNECTION; CONNECT

CONSTR CONSTRUCTION 

CONT CONTINUE; CONTINUOUS

CONTR CONTRACTOR

CJP COMPLETE JOINT PENETRATION WELD

CTR CENTER

CTSK COUNTERSINK; COUNTERSUNK

CU FT CUBIC FOOT

d PENNY (NAIL OR BAR DIA)

DBL DOUBLE

DEPT DEPARTMENT

DET DETAIL

DF DOUGLAS FIR/LARCH

DIA OR ø DIAMETER

DIAG DIAGONAL

DIAPH DIAPHRAGM

DIM DIMENSION

DN DOWN

DO DITTO (REPEAT)

DWG DRAWING

DWL DOWEL

EA EACH

EF EACH FACE

EJ EXPANSION JOINT

EL ELEVATION

ELEC ELECTRICAL

ELEV ELEVATOR

EMBED EMBEDMENT

EN EDGE NAIL

ENGR ENGINEER

EQ EQUAL OR EQUIVALENT

EQUIP EQUIPMENT

ES EACH SIDE

ETC ET CETERA

EW EACH WAY

EXIST or (E) EXISTING

EXT EXTERIOR

FDN FOUNDATION

FF FAR FACE

FF FINISHED FLOOR

FIN FINISH

FJ FLOOR JOIST

FL FLOOR LINE

FLG FLANGE

FLR FLOOR

FN FIELD NAIL

FOC FACE OF CONCRETE

FOM FACE OF MASONARY

FOS FACE OF STUD

FOW FACE OF WALL

FP FULL PENETRATION; FIRE PROOFING

FRMG FRAMING

FS FULL SIZE; FAR SIDE

FT FOOT; FEET

FTG FOOTING

GA GAUGE

GALV GALVANIZED

GB GRADE BEAM

GLB GLUED LAMINATED BEAM

GR GRADE

GRND GROUND

H or HORIZ HORIZONTAL

HDR HEADER

HGR HANGER

HOSP HOSPITAL

HP HIGH POINT

HS HIGH STRENGTH

HSH

HT HEIGHT

HR HARD ROCK

ID INSIDE DIAMETER

IF INSIDE FACE

I-JST I-JOIST

IN INCH

INCL INCLUDE

INFO INFORMATION

INSP INSPECTION

INT INTERIOR

JST JOIST

JT JOINT

K KIPS

KSI KIPS PER SQUARE INCH

LAB LABORATORY

LB(S) OR # POUND(S)

LF LINEAL FOOT

LIN LINEAL; LINEAR

LLBB LONG LEGS BACK-TO-BACK

LLH LONG LEG HORIZONTAL

LLV LONG LEG VERTICAL

LP LOW POINT

LSL LONG SLOTTED HOLES

LT WT LIGHTWEIGHT

LVL LEVEL

MAS MASONRY

MATL MATERIAL

MAX MAXIMUM

MB MACHINE BOLT

MC MISCELLANEOUS CHANNEL SHAPE

MECH MECHANICAL

MFR MANUFACTURER

MIN MINIMUM; MINUTE

MISC MISCELLANEOUS

(N) NEW

N NORTH

NF NEAR FACE

NIC NOT IN CONTRACT

NORM NORMAL

NO or # NUMBER

NS NEAR SIDE

NTS NOT TO SCALE

OC ON CENTER

OD OUTSIDE DIAMETER

OF OUTSIDE FACE

OH OPPOSITE HAND

OPNG OPENING

OPP OPPOSITE

ORIG ORIGINAL

OSB ORIENTED STRAND BOARD

PARA OR // PARALLEL

PC PRECAST; PIECE

PERP PERPINDICULAR

PI PLYWOOD INDEX

PL PLATE

PROPERTY LINE

PLF POUNDS PER LINEAL FOOT

PLCS PLACES-

PLY PLYWOOD

PROP PROPERTY

PT POST TENSIONED

PW PLATE WASHER

PJP PARTIAL JOINT PENETRATION WELD

PREFAB PREFABRICATED

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PVC POLYVINYL CHLORIDE

PVMT PAVEMENT

# POUND; NUMBER

REF REFERENCE

REINF REINFORCE; REINFORCING

REQD REQUIRED

RF ROOF

Ø DIAMETER

ABBREVIATIONS

HORIZONTALLY SLOTTED HOLES 

PL

SCHED SCHEDULE

SECT SECTION

SEP SEPERATION

SHT SHEET

SHTG SHEATHING

SIM SIMILAR

SLBB SHORT LEGS BACK-TO-BACK

SOG SLAB ON GRADE

SPCG SPACING

SPECS SPECIFICATIONS

SPCL SPECIAL

SQ SQUARE

SS SELECT STRUCTURAL

SSL SHORT SLOTTED HOLES

STAGG STAGGER

STD STANDARD

STIFF STIFFENERS

STIRR STIRRUP

STL STEEL

STRUCT STRUCTURAL

STRUCT I STRUCTURAL I

SW SHEAR WALL

SYM SYMMETRICAL

TB TIE BEAM

T & B TOP AND BOTTOM

T & G TONGUE & GROOVE

TOC TOP OF CURB; TOP OF CONCRETE

TOF TOP OF FOOTING

TEMP TEMPERATURE; TEMPORARY

THRU THROUGH

THK THICKNESS/THICK

THR THREADED

TOP or T TOP

TOS TOP OF STEEL/TOP OF SLAB

TOW TOP OF WALL

TSG TAPERED STEEL GIRDER

TYP TYPICAL

UBC UNIFORM BUILDING CODE

UNO UNLESS NOTED OTHERWISE

UT ULTRA-SONIC TEST

VERT VERTICAL

VSH VERTICAL SLOTTED HOLES

W/ WITH

W/O WITHOUT

WD WOOD

WP WORK POINT; WATERPROOF

WT WEIGHT

WWF WELDED WIRE FABRIC

STRUCTURAL STEEL SHAPES

Wx W SHAPE

Cx AMERICAN STD CHANNEL SHAPE

MC MISC CHANNEL SHAPE

Lx ANGLE SHAPE

WT, ST, MT STRUCT TEE SHAPE

PIPE STANDARD PIPE SHAPE

PIPE-X EXTRA STRONG PIPE SHAPE

PIPE-XX DBL EXTRA STRONG PIPE SHAPE

HSS STRUCT TUBING SHAPE

SAD SEE ARCHITECTURAL DRAWING

SYMBOLS

SECTION REFERENCE BUBBLE

DETAIL REFERENCE BUBBLE WITH ARROW

DETAIL REFERENCE BUBBLE

FULL HEIGHT SECTION 
INDICATOR

BUILDING SECTION INDICATOR

ELEVATION OF WALL OR FRAME

NORTH ARROW

SLOPE

EARTH LAYER

STEPPED SURFACE; FLOOR 
DEPRESSION

SLOPED SURFACE

INDICATES SAND OR 
GROUT

INDICATES GRAVEL

WELDED WIRE FABRIC
(WWF LAYER)

STEEL TUBE COLUMN

STEEL PIPE COLUMN

WIDE FLANGE STEEL COLUMN

MEMBER SPLICE

STEEL IN CROSS SECTION

DIRECTION OF SPAN

X

SX.X

X

SX.X

X

SX.X

X

SX.X

X

SX.X

X

SX.X

X

SX.X

N

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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No. Description Date

1 PC1 12-15-2023

SHEET
NUMBER SHEET NAME

S-000 ABBREVIATIONS, SYMBOLS AND SHEET
INDEX

S-001 GENERAL STRUCTURAL NOTES

S-002 GENERAL STRUCTURAL NOTES

S-003 GENERAL STRUCTURAL NOTES

S-004 GENERAL STRUCTURAL NOTES

S-005 GENERAL STRUCTURAL NOTES

S-100 OVERALL FOUNDATION PLAN

S-100A ENLARGED FOUNDATION PLAN - AREA A

S-100B ENLARGED FOUNDATION PLAN - AREA B

S-100R OVERALL FOUNDATION ADDED
REINFORCING PLAN

S-100S OVERALL FOUNDATION SHEAR
REINFORCING PLAN

S-101 OVERALL FIRST FLOOR FRAMING PLAN

S-101A ENLARGED FIRST FLOOR PLAN - AREA A - TIE
DOWN PLAN

S-101AR MILD REINFORCING PLAN - AREA A

S-101AT POST TENSIONING PLAN - AREA A

S-101B ENLARGED FIRST FLOOR PLAN - AREA B

S-101BR MILD REINFORCING PLAN - AREA B

S-101BT POST TENSIONING PLAN - AREA B

S-102 SECOND FLOOR FRAMING PLAN

S-102A ENLARGED SECOND FLOOR PLAN - AREA A

S-102AL ENLARGED SECOND FLOOR PLAN - AREA A -
LATERAL

S-102B ENLARGED SECOND FLOOR PLAN - AREA B

S-102BL ENLARGED SECOND FLOOR PLAN - AREA B -
LATERAL

S-102S SECOND FLOOR SHEATHING/ DIAPHRAGM
PLAN

S-103 OVERALL THIRD FLOOR FRAMING PLAN

S-103A ENLARGED THIRD FLOOR PLAN - AREA A

S-103AL ENLARGED THIRD FLOOR PLAN AREA A -
LATERAL

S-103S THIRD FLOOR SHEATHING/ DIAPHRAGM
PLAN

S-104 ROOF FRAMING PLAN

S-104A ENLARGED ROOF PLAN - AREA A

S-104AL ENLARGED ROOF PLAN - AREA A - LATERAL

S-104S ROOF SHEATHING/ DIAPHRAGM PLAN

S-105 HIGH ROOF PARTIAL PLAN

S-200 ELEVATIONS

S-201 ELEVATIONS

S-210 SHEAR WALL AND BEARING WALL
ELEVATIONS

S-211 SHEAR WALL AND BEARING WALL
ELEVATIONS

S-212 SHEAR WALL AND BEARING WALL
ELEVATIONS

S-250 SECTIONS

S-300 TYPICAL CONCRETE DETAILS

S-301 TYPICAL CONCRETE DETAILS

S-302 TYPICAL CONCRETE DETAILS

S-303 TYPICAL CONCRETE DETAILS

S-304 TYPICAL CONCRETE DETAILS

S-305 TYPICAL CONCRETE DETAILS

S-306 TYPICAL POST TENSIONED CONCRETE
DETAILS

S-307 TYPICAL POST TENSIONED CONCRETE
DETAILS

S-308 TYPICAL POST TENSIONED CONCRETE
DETAILS

S-309 TYPICAL POST TENSIONED CONCRETE
DETAILS

S-310 TYPICAL POST TENSIONED CONCRETE
DETAILS

S-311 PT BEAM ELEVATIONS

S-312 PT BEAM ELEVATIONS

S-350 CONCRETE DETAILS

S-400 TYPICAL CMU DETAILS

S-401 TYPICAL CMU DETAILS

S-402 TYPICAL CMU DETAILS

S-403 TYPICAL CMU DETAILS

S-404 TYPICAL CMU DETAILS

S-405 TYPICAL CMU DETAILS

S-500 TYPICAL METAL STUD WALL DETAILS

S-501 TYPICAL COLD-FORMED METAL DETAILS

S-502 TYPICAL COLD-FORMED METAL DETAILS

SHEET
NUMBER SHEET NAME

S-600 TYPICAL WOOD DETAILS

S-601 TYPICAL WOOD DETAILS

S-602 TYPICAL WOOD DETAILS

S-603 TYPICAL WOOD DETAILS

S-604 TYPICAL WOOD DETAILS

S-605 TYPICAL WOOD DETAILS

S-606 TYPICAL WOOD DETAILS

S-607 TYPICAL WOOD DETAILS

S-608 TYPICAL WOOD DETAILS

S-609 TYPICAL WOOD DETAILS

S-610 TYPICAL WOOD DETAILS

S-611 TYPICAL WOOD DETAILS

S-612 TYPICAL WOOD DETAILS

S-613 TYPICAL WOOD DETAILS

S-614 TYPICAL WOOD DETAILS

S-615 TYPICAL WOOD DETAILS

S-620 TYPICAL WOOD DETAILS

S-700 SOLAR CANOPY DETAILS

S-701 SOLAR CANOPY DETAILS

S-800 MISC STEEL DETAILS

S-900 STAIR DETAILS

S-901 STAIR DETAILS

S-910 STAIR PARTIAL PLAN

S-911 STAIR PARTIAL PLAN

S-912 STAIR ELEVATION

S-920 PARTIAL PLAN FOR ELEVATOR

S-921 ELEVATOR DETAIL
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1. THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS PRIOR TO STARTING CONSTRUCTION. THE ARCHITECT SHALL BE 
NOTIFIED OF ANY DISCREPANCIES OR INCONSISTENCIES. 

2. ALL DRAWINGS, SPECIFICATIONS AND DOCUMENTS ENUMERATED IN THE OWNER/CONTRACTOR AGREEMENT ARE 
CONSIDERED TO BE PART OF THE CONTRACT DOCUMENTS. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 
REVIEW AND COORDINATION OF ALL DRAWINGS AND SPECIFICATIONS PRIOR TO THE START OF CONSTRUCTION. ANY 
DISCREPANCIES THAT OCCUR SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT PRIOR TO START OF 
CONSTRUCTION SO THAT A CLARIFICATION CAN BE ISSUED. ANY WORK PERFORMED IN CONFLICT WITH THE CONTRACT 
DOCUMENTS OR ANY CODE REQUIREMENTS SHALL BE CORRECTED BY THE CONTRACTOR AT HIS OWN EXPENSE AND 
AT NO EXPENSE TO THE OWNER OR ARCHITECT.

3. NOTES AND DETAILS ON DRAWINGS SHALL TAKE PRECEDENCE OVER GENERAL NOTES AND TYPICAL DETAILS.  WHERE 
NO DETAILS ARE GIVEN,  CONSTRUCTION SHALL BE AS SHOWN FOR SIMILAR WORK.

4. ALL WORK SHALL CONFORM TO THE MINIMUM STANDARDS OF THE FOLLOWING CODES:

2022 CALIFORNIA BUILDING CODE, PART 2, VOLUME 2 OF 2, AND TITLE 24 C.C.R. 2022 EDITION AND LATEST REVISIONS 
ADOPTED PRIOR TO PERMITTING REFERRED TO HERE AS “THE CODE”, AND ANY OTHER REGULATING AGENCIES WHICH 
HAVE AUTHORITY OVER ANY PORTION OF THE WORK, INCLUDING THE STATE OF CALIFORNIA DIVISION OF INDUSTRIAL 
SAFETY, AND THOSE CODES & STANDARDS LISTED IN THESE NOTES AND SPECIFICATIONS.

5. ALL REFERENCED STANDARDS SHALL BE THE VERSION INDICATED IN CHAPTER 35 OF THE CODE.

6. SEE ARCHITECTURAL DRAWINGS FOR THE FOLLOWING:

A. SIZE AND LOCATION OF ALL DOOR AND WINDOW OPENINGS, EXCEPT AS NOTED.

B. SIZE AND LOCATION OF ALL INTERIOR AND EXTERIOR NON-BEARING PARTITIONS UNLESS NOTED AND/OR DETAILED 
ON THE STRUCTURAL DRAWINGS.

C. SIZE AND LOCATION OF ALL CONCRETE CURBS, EQUIPMENT PADS, PITS, FLOOR DRAINS, SLOPES, DEPRESSED 
AREAS, CHANGES IN LEVEL, CHAMFERS, GROOVES, INSERTS, ETC.

D. SIZE AND LOCATION OF ALL FLOOR AND ROOF OPENINGS EXCEPT AS SHOWN.

E. FLOOR AND ROOF FINISHES.

F. MISCELLANEOUS DRAINAGE AND WATERPROOFING.

G. ALL FIREPROOFING REQUIREMENTS INCLUDING FIREPROOFING OF STRUCTURAL STEEL.

H. DIMENSIONS NOT SHOWN ON STRUCTURAL DRAWINGS.

7. SEE MECHANICAL, PLUMBING AND ELECTRICAL DRAWINGS FOR THE FOLLOWING:

A. PIPE RUNS, SLEEVES, HANGERS, TRENCHES, WALL AND SLAB OPENINGS, ETC., EXCEPT AS SHOWN OR NOTED.

B. ELECTRICAL CONDUIT RUNS, BOXES, OUTLETS IN WALLS AND SLABS.

C. CONCRETE INSERTS FOR ELECTRICAL, MECHANICAL OR PLUMBING FIXTURES, EXCEPT AS SHOWN OR NOTED.

D. SIZE AND LOCATION OF MACHINE OR EQUIPMENT BASES, ANCHOR BOLTS FOR MOTOR MOUNTS.

8. THE CONTRACT DRAWINGS REPRESENT THE FINISHED STRUCTURE.  THEY DO NOT INDICATE THE METHOD OF 
CONSTRUCTION.  PROVIDE ALL MEASURES NECESSARY TO PROTECT THE STRUCTURE DURING CONSTRUCTION, 
INCLUDING BRACING, SHORING FOR LOADS DUE TO CONSTRUCTION EQUIPMENT ETC. OBSERVATION VISITS TO THE 
SITE BY THE STRUCTURAL ENGINEER DO NOT INCLUDE REVIEW OF THE ABOVE ITEMS.

9. INVESTIGATE SITE DURING CLEARING AND EARTHWORK OPERATIONS FOR FILLED EXCAVATIONS OR BURIED 
STRUCTURES, SUCH AS CESSPOOLS, CISTERNS, FOUNDATIONS, ETC.  IF ANY SUCH STRUCTURES ARE FOUND, NOTIFY 
THE ARCHITECT IMMEDIATELY.

10. OPENINGS, POCKETS, PENETRATIONS, NON-STRUCTURAL EMBEDS, ETC. SHALL NOT BE PLACED IN ANY STRUCTURAL 
MEMBER EXCEPT AS NOTED OR DETAILED ON THESE DRAWINGS. NOTIFY THE STRUCTURAL ENGINEER WHEN 
DRAWINGS BY OTHERS SHOW SUCH ITEMS PLACED IN A MANNER THAT IS NOT CONSISTENT WITH THE STRUCTURAL 
DRAWINGS.

11. THE CONTRACT STRUCTURAL DRAWINGS SHOW THE BUILDING IN ITS FINAL INTENDED POSITION.  MAKE PROVISIONS IN 
THE CONSTRUCTION SEQUENCING OF THE BUILDING TO TAKE INTO ACCOUNTS SHRINKAGE, CREEP, SHORTENING, 
THERMAL EXPANSION, ETC.

12. CONSTRUCTION MATERIAL SHALL BE SPREAD OUT IF PLACED ON FRAMED ROOF OR FLOOR. LOAD SHALL NOT EXCEED 
THE DESIGN LIVE LOAD PER SQUARE FOOT. PROVIDE ADEQUATE SHORING AND/OR BRACING WHERE STRUCTURE HAS 
NOT ATTAINED STRENGTH.

13. OBTAIN AN UNDERGROUND SERVICE ALERT INQUIRY IDENTIFICATION NUMBER AT LEAST TWO WORKING DAYS BEFORE 
STARTING WORK WITH THIS PERMIT.

A. FOR PROJECTS IN SOUTHERN CALIFORNIA TELEPHONE NO. 1-800-422-4133.

14. CONTRACTOR SHALL PROVIDE FOR DESIGN AND INSTALLATION OF ALL CRIBBING, SHEATHING AND SHORING REQUIRED 
AND SHALL BE SOLELY RESPONSIBLE FOR ALL EXCAVATION PROCEDURES INCLUDING LAGGING, SHORING AND 
PROTECTION OF ADJACENT PROPERTY, STRUCTURES, STREETS AND UTILITIES IN ACCORDANCE WITH ALL NATIONAL, 
STATE AND LOCAL SAFETY ORDINANCES.

15. COORDINATE AND VERIFY EDGE OF SLAB DIMENSIONS PRIOR TO FABRICATION OR PLACEMENT OF FORMWORK.

16. THE CONTRACTOR SHALL VERIFY THE EXTENT AND LOCATIONS OF SITE UTILITIES PRIOR TO EXCAVATION OR SHORING. 
SINCE THE SURVEY WAS BASED PRIMARILY ON PUBLIC RECORDS, THERE MAY BE DISCREPANCIES BETWEEN THE 
LOCATION INDICATED ON THE SITE SURVEY AND ACTUAL VERIFIED LOCATIONS. IF THE ACTUAL FIELD VERIFIED 
LOCATION OF UTILITIES COULD RESULT IN A CONFLICT WITH THE NEW CONSTRUCTION OR SHORING, THE ENGINEER 
SHALL BE NOTIFIED IMMEDIATELY.

17. HEAVY EQUIPMENT, CRANES AND MATERIAL STOCKPILES SHALL NOT BE LOCATED ON OR ADJACENT TO BASEMENT 
WALLS UNLESS APPROVED BY THE ARCHITECT.

18. CONTRACTOR SHALL COORDINATE SHORING WITH DRAWINGS OF RECORD TO ENSURE PROVISIONS FOR POCKETS, 
BLOCKOUTS, OFFSETS, STEPPED FOOTINGS AND ANY OTHER ITEMS AFFECTED BY THE SHORING.

19. VERIFY THAT THE ACTUAL OPERATING WEIGHT OF ALL EQUIPMENT DOES NOT EXCEED THAT SHOWN ON THE 
DRAWINGS. NOTIFY THE ARCHITECT OF ANY DISCREPANCIES PRIOR TO INSTALLATION.

GENERAL

1. DEAD LOADS:

DEFERRED PV PANEL ASSEMBLY AS NOTED ON PLAN

2. FLOOR LIVE LOADS:

TYPICAL FLOOR 80 PSF (REDUCIBLE)
FIRST FLOOR PLAZA DECK 100 PSF (UNREDUCIBLE)

ROOF LIVE LOADS: 

ROOF   20 PSF (REDUCIBLE)

3. WIND LOADS: 

WIND LOADS ARE IN ACCORDANCE WITH SECTION 1609 OF THE CODE.

RISK CATEGORY: II

WIND SPEED: Vult =  92  MPH (3-SECOND GUST)

WIND EXPOSURE: C

INTERNAL PRESSURE COEFFICIENT: GCpi = ± 0.18

THE FOLLOWING WIND PRESSURES SHALL BE CONSIDERED IN THE DESIGN OF EXTERIOR COMPONENTS AND 
CLADDING AND THEIR ANCHORAGE TO THE BUILDING FRAME:
MEAN ROOF HEIGHT = ±45'-0"

4. SEISMIC LOADS:

SEISMIC ANALYSIS ARE IN ACCORDANCE WITH SECTION 1613 OF THE CODE.

SEISMIC IMPORTANCE FACTOR Ie = 1.0

RISK CATEGORY II

MAPPED SPECTRAL RESPONSE ACCELERATION SS = 2.181
PARAMETERS S1 = 0.79

DESIGN SPECTRAL RESPONSE ACCELERATION SDS = 1.454
PARAMETERS SD1 = 0.895

SEISMIC DESIGN CATEGORY E

SITE CLASS D

ANALYSIS PROCEDURE USED EQUIVALENT LATERAL FORCE PROCEDURE (2-STAGE ANALYSIS)

SEISMIC FORCE RESISTING SYSTEM:
UPPER STRUCTURE:

LIGHT-FRAME (WOOD) WALLS SHEATHED WITH WOOD STRUCTURAL PANELS 
RATED FOR SHEAR RESISTANCE

R  = 6 1/2

Ω0 = 2.5 (PER ASCE 7-16 TABLE 12.2-1)

Cd = 4

LOWER STRUCTURE:

SPECIAL BEARING REINFORCED MASONRY SHEAR WALLS

R  = 5

Ω0 = 2 1/2

Cd = 3 1/2

SOLAR CANOPY:

INVERTED PENDULUM TYPE STRUCTURE (ASCE 7-16 TABLE 15.4-2)

R  = 2

Ω0 = 2

Cd = 2

5. RAIN LOAD:

           ROOF RAIN LOAD ON FLAT ROOF  = 12 PSF
           RAINFALL INTENSITY = 1.8 IN / HOUR    

DESIGN LOADS

DIRECTION

EXTERIOR WALLS

PARAPETS

ROOFS

ZONE 1

IN OUT

ZONE 2

IN OUT

- -

- -

16.0 36.9

- -

- -

16.0 48.6

ZONE 3

IN OUT

- -

- -

16.0 66.3

ZONE 4

IN OUT

21.2 22.9

21.6 49.6

- -

ZONE 5

IN OUT

21.2 28.2

21.6 49.6

- -

1

1. FOUNDATION DESIGN BASED ON THE SOILS ENGINEERING REPORT BY GEO SOLUTIONS DATED 11/15/2022.

2. FOUNDATIONS AND SLABS-ON-GRADE SHALL BEAR ON GRADED ENGINEERED FILL PAD. ALL UNSUITABLE
SOILS SHALL BE REMOVED AND RECOMPUTED UNDER THE SUPERVISION OF THE GEOTECHNICAL ENGINEER OR 
HIS/HER REPRESENTATIVE. REFER TO THE GEOTECHNICAL REPORT AND PROJECT SPECIFICATIONS FOR EXTENT OF 
REMOVAL AND COMPACTION REQUIREMENTS.

3. FOOTINGS ARE DESIGNED BASED ON THE FOLLOWING INFORMATION:

ALLOWABLE BEARING(*) = 2000 PSF

PASSIVE EARTH PRESSURE = 350 PCF

COEFFICIENT OF FRICTION = 0.40

MODULUS OF SUBGRADE REACTION = 75 PCI

ALLOWABLE BEARING MAY BE INCREASED BY 1/3 FOR WIND AND SEISMIC. MINIMUM DEPTH OF FOOTINGS BELOW 
LOWEST ADJACENT FINAL GRADE SHALL BE 2'-6" AND SHALL BE PLACED ON A MINIMUM OF 1 INCHES COMPACTED 
ENGINEERED FILL. MINIMUM WIDTH OF FOOTING SHALL BE 2' FEET.

4. RETAINING WALLS ARE DESIGNED BASED ON THE FOLLOWING INFORMATION:

  

*  APPLIES TO WALLS GREATER THAN 6 FEET IN HEIGHT.

5. DEEP FOUNDATION FOR SOLAR CANOPY ARE DESIGNED BASED ON THE FOLLOWING INFORMATION:

PILE DOWNWARD AXIAL CAPACITIES: 700 PSF SKIN FRICTION (NEGLECT UPPER 5 FT)

PILE LATERAL CAPACITIES : 350 PSF PASSIVE DESISTANCE (NEGLECT UPPER 5 FT)

MINIMUM EMBEDMENT DEPTH : 5 FEET INTO OLDER ALLUVIUM
MINIMUM SPACING : 3 x DIAMETER OF THE PILE, CENTER TO CENTER

6. REFER TO GEOTECHNICAL REPORT FOR GROUNDWATER ELEVATION. CONTRACTOR TO PROVIDE DE-WATERING OF 
EXCAVATIONS FROM EITHER SURFACE WATER, GROUND WATER AND/OR SEEPAGE, IF REQUIRED.

7. EXCAVATION FOR FOOTINGS SHALL BE APPROVED BY THE GEOTECHNICAL ENGINEER PRIOR TO PLACING CONCRETE 
AND REINFORCING. CONTRACTOR TO NOTIFY THE SOILS ENGINEER WHEN INSPECTION OF EXCAVATION IS READY. 
SOILS ENGINEER TO SUBMIT LETTER OF COMPLIANCE.

8. ALL EXCAVATIONS SHALL BE PROPERLY BACKFILLED. DO NOT PLACE BACKFILL BEHIND RETAINING WALLS BEFORE 
CONCRETE OR GROUT HAS ATTAINED FULL DESIGN STRENGTH.  BRACE OR PROTECT ALL BUILDING AND PIT WALLS 
BELOW GRADE FROM LATERAL LOADS UNTIL ATTACHING FLOORS ARE IN PLACE AND HAVE ATTAINED FULL STRENGTH. 
CON TRACTOR SHALL PROVIDE FOR DESIGN, PERMITS AND INSTALLATION OF SUCH BRACING.

9. FOOTING BACKFILL AND UTILITY BACKFILL WITHIN BUILDING AREA SHALL BE MECHANICALLY COMPACTED IN LAYERS IN 
ACCORDANCE WITH THE SOILS REPORT AND APPROVED BY THE SOILS ENGINEER. FLOODING WILL NOT BE PERMITTED. 
ALL FILLS USED TO SUPPORT FOUNDATIONS SHALL BE INSPECTED BY THE SOILS ENGINEER REPRESENTATIVE.

10. REMOVE ALL ABANDONED FOOTINGS, UTILITIES, ETC.  

11.  PLACE A MOISTURE BARRIER MEMBRANE OVER SAND AND GRAVEL BASE UNDER SLABS-ON-GRADE PER THE 
GEOTECHNICAL REPORT, OR AS INDICATED ON THE DRAWINGS AND PROJECT SPECIFICATIONS.

12. FOR THE DEVELOPMENT OF AN ENGINEERED FILL PAD, THE ONSITE MATERIAL SHOULD BE OVER-EXCAVATED TO THE 
DEPTH OF OLDER ALLUVIUM (APPROXIMATELY 1.0 TO 1.5 FEET BGS); 12 INCHES BLOW BOTTOM OF FOUNDATION; TO 
COMPETENT MATERIAL; OR TO TWO-THIRDS THE DEPTH OF THE DEEPEST FILL; WHICHEVER IS GREATEST. THE
LIMITS OF OVER-EXCAVATION SHOULD EXTEND A MINIMUM OF FIVE (5) FEET BEYOND THE PERIMETER FOUNDATION, TO 
PROPERTY LINES, OR EXISTING IMPROVEMENTS, WHICHEVER IS LEAST. 

13. THE OVER-EXCAVATED MATERIAL MAY THEN BE PROCESSED AS ENGINEERED FILL AND COMPACTED TO A RELATIVE 
COMPACTION OF 90 PERCENT (ASTM D1557).

14. THE UPPER SIX (6) INCHES OF THE BUILDING PAD SHOULD CONSIST OF CLASS II AGGREGATE BASE MOISTURE 
CONDITIONED TO NEAR OPTIMUM MOISTURE CONTENT AND COMPACTED TO 95 PERCENT RELATIVE COMPACTION
(ASTM D1557).

FOUNDATION

*
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1.  EARTHQUAKE LOADS ARE IN ACCORDANCE WITH SECTION 1613 OF THE CODE

2.   Ip = 1.0 FOR ALL NONSTRUCTURAL COMPONENTS

3.  EARTHQUAKE LOADS ON NONSTRUCTURAL COMPONENTS, Fp, ARE DETERMINED IN ACCORDANCE WITH ASCE7-16 
CHAPTER 13 USING THE VALUE OF Sds FROM DESIGN LOADS NOTE 5

4.   THE MAXIMUM AND MINIMUM VALUES FOR Fp SHALL BE DETERMINED FROM ASCE-16 EQUATIONS 13.3-2 AND 13.3-3 
RESPECTIVELY

5.   ALL EARTHQUAKE LOADS ON NONSTRUCTURAL COMPONENTS SHALL BE BASED ON THE VALUES OF ap AND Rp FROM 
ASCE7-16 TABLES 13.5-1 AND 13.6-1

EARTHQUAKE LOADS ON NONSTRUCTURAL COMPONENTS

LOCATIONS IN STRUCTURE STRENGTH
(PSI)

DENSITY
(PCF)

MAX W/C 
RATIO

FOOTINGS AND FOUNDATION WALLS 4,000 145 0.45

SLAB ON GRADE 4,000 0.45

NORMAL WEIGHT PT CONCRETE DECK 5,000 0.45

CURBS, ETC. 3,000 0.45

CONCRETE

1. ALL CONCRETE CONSTRUCTION SHALL CONFORM WITH CHAPTER 19 OF THE CODE AND WITH THE PROVISIONS OF 
ACI 318, LATEST EDITION.

2. REINFORCED CONCRETE IS DESIGNED BY THE "ULTIMATE STRENGTH DESIGN METHOD".

3. CONCRETE MIXTURES SHALL BE DESIGNED BY THE APPROVED TESTING LABORATORY AND REVIEWED BY THE 
STRUCTURAL ENGINEER. THE COMPRESSIVE STRENGTH OF THE CONCRETE SHALL BE PROPORTIONED BASED AS 
INDICATED ON ACI 318, LATEST EDITION.

4. SCHEDULE OF STRUCTURAL CONCRETE 28-DAY STRENGTH AND TYPES

5. PROVIDE CONCRETE MIXTURES THAT MEET THE DURABILITY REQUIREMENTS INDICATED IN THE GEOTECHNICAL 
REPORT AND PROJECT SPECIFICATIONS.

6. CONCRETE SHRINKAGE SHALL BE LIMITED TO 0.05 PERCENT PER ASTM C157.

7. CONCRETE SHALL BE MAINTAINED ABOVE 50 DEGREES FAHRENHEIT AND IN MOIST CONDITION FOR A MINIMUM OF 7 
DAYS AFTER PLACEMENT.

8. PORTLAND CEMENT SHALL CONFORM TO ASTM C-150, TYPE II, OR AS REQUIRED BY THE GEOTECHNICAL REPORT AND 
PROJECT SPECIFICATIONS.

9. AGGREGATE FOR HARDROCK CONCRETE SHALL CONFORM TO ALL REQUIREMENTS AND TESTS OF ASTM C-33 AND 
PROJECT SPECIFICATIONS.

10. AGGREGATE FOR LIGHT WEIGHT CONCRETE SHALL BE OF THE EXPANDED SHALE TYPE CONFORMING TO ALL 
REQUIREMENTS AND TESTS OF ASTM-C330 AND PROJECT SPECIFICAITONS.

11. CONCRETE MIXING OPERATIONS, ETC. SHALL CONFORM TO ASTM C-94.

12. PLACEMENT OF CONCRETE SHALL CONFORM TO THE CODE CHAPTER 19 AND PROJECT SPECIFICATIONS. CLEAN AND 
ROUGHEN TO 1/4" AMPLITUDE ALL CONCRETE SURFACES AGAINST WHICH NEW CONCRETE IS TO BE PLACED.

13. ALL REINFORCING BARS, ANCHOR BOLTS AND OTHER CONCRETE INSERTS, INCLUDING PIPES AND CONDUITS, SHALL BE 
SECURED IN POSITION PRIOR TO PLACING CONCRETE.

14. PROVIDE SLEEVES FOR PIPES AND CONDUITS PASSING THROUGH CONCRETE MEMBERS INCLUDING CONCRETE OVER 
METAL DECK BEFORE PLACING. DO NOT CUT REINFORCING WHICH MAY CONFLICT. SLEEVES SHALL NOT EXCEED 6-
INCHES IN DIAMETER AND BE SPACED A MINIMUM OF 3 DIAMETERS APART FROM OTHER SLEEVES USING THE LARGER 
SLEEVE DIAMETER, OR AS INDICATED ON THE DRAWINGS. CLUSTERS OF SLEEVES ARE NOT PERMITTED WITHOUT THE 
PRIOR APPROVAL OF THE STRUCTURAL ENGINEER.

15. CORING IN CONCRETE IS NOT PERMITTED WITHOUT ARCHITECT REVIEW AND APPROVAL. NOTIFY THE STRUCTURAL 
ENGINEER IN ADVANCE OF CONDITIONS NOT SHOWN ON THE DRAWINGS.

16.  CONDUITS LARGER THAN 1-1/2" DIAMETER SHALL NOT BE EMBEDDED IN STRUCTURAL CONCRETE EXCEPT WHERE    
SPECIFICALLY APPROVED BY STRUCTURAL ENGINEER. CONDUITS SHALL NOT DISPLACE OR INTERRUPT REINFORCING 
BARS. DO NOT STACK CONDUITS. SPACE EMBEDDED CONDUITS A MINIMUM OF 3 DIAMETERS CLEAR FROM OTHER 
EMBEDDED CONDUITS USING THE LARGER CONDUIT DIAMETER, AND 1 1/2" CLEAR FROM REINFORCING BARS.NO 
CONDUITS SHALL BE PLACED IN CONCRETE FILL OVER METAL DECK. EMBEDDED CONDUITS SHALL BE PLACE IN THE 
MIDDLE THIRD OF SLABS, BEAMS, WALLS, FOOTINGS, ETC. CLUSTERS OF CONDUITS ARE NOT PERMITTED WITHOUT THE 
PRIOR APPROVAL OF THE STRUCTURAL ENGINEER.

17.  PIPES ARE NOT PERMITTED TO BE EMBEDDED IN CONCRETE.

18.  CONDUITS INSIDE CONCRETE SHALL BE COORDINATED WITH SEOR. CONDUITS SHALL RUN WITHIN THE MIDDLE THIRD              
OF THE CONCRETE SLAB, FOUNDATION, COLUMN OR BEAMS.

145

150

145

MAT FOUNDATION 5,000 0.45150

1

BEAMS 5,000 0.45150

COLUMNS    4,000 0.45145

CONCRETE STAIRS  5,000 0.45150

LIGHTWEIGHT CONCRETE AT STAIR LANDINGS 3,000 0.45115

LIGHTWEIGHT CONCRETE TOPPINGS SLABS 3,000 0.45115

1

CAISSONS 4,000 0.45145

ALL OTHER CONCRETE NOT LISTED 4,000 0.45145

1

1. ALL MASONRY CONSTRUCTION SHALL CONFORM WITH CHAPTER 21 OF THE CODE  AND THE PROVISIONS OF 
TMS 402/TMS 602/ACI 530.1/ASCE 6, "SPECIFICATION FOR MASONRY STRUCTURES"  

2. CONCRETE BLOCK SHALL BE HOLLOW LOAD-BEARING CONCRETE MASONRY UNITS CONFIRMING TO ASTM C-90,  
MEDIUM WEIGHT UNITS. CONCRETE MANSORY UNITS SHALL MEET THE FOLLOWING REQUIREMENTS:

A. PROVIDE STRUCTURAL UNIT MASONRY THAT DEVELOPS SPECIFIED NET-AREA COMPRESSIVE STRENGTH OF 
MASONRY, f'm AT 28 DAYS.

B. VERIFY NET-AREA COMPRESSIVE STRENGTH OF MASONRY FROM AVERAGE NET-AREA COMPRESSIVE STRENGTHS 
OF MASONRY UNITS AND MORTAR TYPE (UNIT STRENGTH METHOD)  AS FOLLOWS:

3. CEMENT SHALL BE AS SPECIFIED FOR CONCRETE. MASONRY CEMENT SHALL NOT BE USED.

4. REINFORCING BARS: SEE NOTES UNDER "REINFORCING STEEL" FOR REQUIREMENTS.

5. ALL CELLS SHALL BE GROUTED SOLID, UNLESS NOTED OTHERWISE ON THE DRAWINGS. 

6. USE RUNNING BOND PATTERN. 

7. ADMIXTURES SHALL NOT BE USED IN GROUT EXCEPT BY SPECIFIC CONSENT OF ARCHITECT.

8. PROVIDE A MINIMUM OF 1/2" CLEAR BETWEEN MAIN REINFORCING AND MASONRY UNITS.

9. EMBEDDED ITEMS IN CMU: DO NOT EMBED PIPES IN CMU EXCEPT WHERE SPECIFICALLY DETAILED. VERTICAL CONDUITS 
MAY BE EMBEDDED IF THE FOLLOWING CONDITIONS ARE MET:

A. CONDUITS ARE < 3/4" IN DIAMETER.

B. CONDUITS ARE NOT PLACED IN A CELL WITH REINFORCEMENT.

C. CONDUITS ARE A MINIMUM OF 24" FROM JAMB/END REINFORCEMENT.

D. CELLS WITH CONDUITS ARE SPACED 32" OC MIN.

(2) MAX PER UNREINFORCED CELL, 3 DIAMETERS (MIN) O.C.

10.  PROVIDE 1" GROUT OR 1/2" MORTAR AROUND REINFORCING STEEL, ANCHOR BOLTS, INSERTS, ETC PENETRATING 
MASONRY SHELL.

11.  MECHANICALLY VIBRATE GROUT IN CELLS.

12.  HIGH LIFT GROUTING IS NOT PERMITTED.

MASONRY

SPECIFIED MASONRY NET-AREA 
COMPRESSIVE STRENGTH, f'm

CMU NET-AREA 
COMPRESSIVE STRENGTH

GROUT 
STRENGTH

MORTAR 
TYPE

2,000 PSI 2,000 PSI S2,000 PSI

1

1 3

1. ALL CONSTRUCTION JOINTS SHALL BE CONSTRUCTED IN ACCORDANCE WITH CHAPTER 19 OF THE CODE AND THE 
TYPICAL CONSTRUCTION JOINT DETAILS SHOWN ON THE STRUCTURAL DRAWINGS.

2. ALL SURFACES OF CONSTRUCTION JOINTS SHALL BE CLEANED TO REMOVE DUST, CHIPS, STANDING WATER OR OTHER 
FOREIGN MATTER PRIOR TO PLACING CONCRETE.

3. THE CONTRACTOR SHALL SUBMIT THE PROPOSED LOCATIONS OF CONSTRUCTION JOINTS TO THE STRUCTURAL 
ENGINEER FOR REVIEW BEFORE STARTING CONSTRUCTION.

CONSTRUCTION JOINTS

1. RENFORCING BARS SHALL CONFORM TO THE REQUIREMENTS OF CHAPTER 19 OF THE CODE, ASTM 706, GRADE 60 
(UNO). DEFORMANTIONS SHALL BE IN ACCORDANCE WITH ASTM A-305.

2. BARS SHALL BE CLEAN OF RUST GREASE OR OTHER MATERIALS LIKELY TO IMPAIR BOND. ALL REINFORCING BAR BENDS 
SHALL BE MADE COLD.

3. DETAIL, FABRICATE, AND INSTALL REINFORCING IN ACCORDANCE WITH THE REQUIREMENTS OF ACI 301, ACI 117, AND 
THE "CRSI MANUAL OF STANDARD PRACTICE." 

4. WELDED WIRE REINFORCEMENT (WWR) SHALL CONFORM TO ASTM A-184. PROVIDE LAPS AS PER ACI-318 SECTION 
25.5.3, 9" MINIMUM. WWR SHALL BE SUPPORTED ON APPROVED CHAIRS.

5. REINFORCING BAR SPLICES SHALL BE MADE AS INDICATED ON THE DRAWINGS. MINIMUM SPLICE LENGTH FOR 
REINFORCING STEEL BARS IN MASONRY SHALL BE 72 BAR DIAMETERS, 36" MINIMUM. MINIMUM SPLICE LENGTH FOR 
REINFORCING STEEL BARS IN CONCRETE SHALL BE AS REQUIRED FOR CLASS B SPLICE PER ACI 318 SECTION 25.5.2 
UNO. LAP ALL HORIZONTAL BARS AT CORNERS AND INTERSECTIONS.

6. ALL BARS SHALL BE MARKED SO THEIR IDENTIFICATION CAN BE MADE WHEN THE FINAL IN-PLACE INSPECTION IS MADE.

7. WHERE WELDING OF REINFORCING IS APPROVED BY THE STRUCTURAL ENGINEER. IT SHALL BE DONE BY AWS 
CERTIFIED WELDERS USING E90XX OR APPROVED ELECTRODES. WELDING PROCEDURES SHALL CONFORM TO THE 
REQUIREMENTS OF STRUCTURAL WELDING CODE REINFORCING STEEL AWS-D1.4 LATEST REVISION. REINFORCING 
BARS TO BE WELDED SHALL CONFORM TO THE REQUIREMENTS OF ASTM A-706.

8. BARS IN SLABS SHALL BE SECURELY SUPPORTED ON WELL-CURED CONCRETE BLOCKS OR APPROVED METAL CHAIRS, 
PRIOR TO PLACING CONCRETE.

9. COMPLETE AND DETAILED REINFORCING PLACEMENT DRAWINGS SHALL BE PREPARED AND SUBMITTED TO THE 
ARCHITECT FOR REVIEW BY THE STRUCTURAL ENGINEER PRIOR TO FABRICATION IN ACCORDANCE WITH THE 
SPECIFICATIONS AND APPLICABLE CODES. THESE DRAWINGS SHALL BE AVAILABLE ON THE JOB SITE PRIOR TO PLACING 
OF CONCRETE.

10. MILL TEST REPORTS FOR GRADE 60 BARS SHALL BE SUBMITTED PRIOR TO PLACEMENT OF CONCRETE.

11. CONTINUOUS INSPECTION OF CONCRETE SHALL INCLUDE INSPECTION DURING INSTALLATION OF REINFORCING STEEL. 
INSPECTION SHALL BE SCHEDULED SO THAT PLACEMENT OF REINFORCING STEEL, CONDUIT SLEEVES AND EMBEDDED 
ITEMS MAY BE CORRECTED PRIOR TO PLACEMENT OF OVERLYING GRIDS OF REINFORCING STEEL.

12. CONCRETE PROTECTION FOR REINFORCEMENT:

REINFORCING STEEL

CAST-IN-PLACE CONCRETE: THE FOLLOWING MINIMUM CONCRETE COVER SHALL BE PROVIDED 
FOR REINFORCEMENT

CONCRETE CAST AGAINST AND PERMANENTLY 
EXPOSED TO EARTH

#6 & LARGER

CONCRETE EXPOSED TO EARTH OR WEATHER

MINIMUM 
COVER

3"

2"

#5 & SMALLER 1 1/2"

#14 & LARGER

SLABS, WALLS, OR JOISTS NOT EXPOSED TO 
WEATHER OR IN CONTACT WITH THE GROUND

1 1/2"

#11 & SMALLER 3/4"

BEAM AND COLUMN TIES & STIRRUPS NOT EXPOSED TO 
WEATHER OR IN CONTACT WITH GROUND

1 1/2"

1. STRUCTURAL STEEL SHALL BE DETAILED, FABRICATED AND ERECTED IN ACCORDANCE WITH THE AISC SPECIFICATION 
FOR THE DESIGN, FABRICATION AND ERECTION OF STRUCTURAL STEEL FOR BUILDINGS (LATEST EDITION), AND WITH 
CHAPTER 22 OF THE CODE AND THE FOLLOWING REFERENCES:

A. AISC 303 - "CODE OF STANDARD PRACTICE FOR STEEL BUILDINGS AND BRIDGES"

B. AISC 360 - "SPECIFICATIONS FOR STRUCTURAL STEEL BUILDINGS"

C. AISC 341 - "SEISMIC PROVISIONS FOR STRUCTURAL STEEL BUILDINGS" FOR MEMBERS OF THE SEISMIC FORCE 
RESISTING SYSTEM (SFRS)

D. RCSC's - "SPECIFICATIONS FOR STRUCTURAL JOINTS USING HIGH STRENGTH BOLTS"

2. COMPLY WITH THE FOLLOWING PROVISIONS FOR ALL WELDED JOINTS:

A. AWS D1.1 - "STRUCTURAL STEEL WELDING CODE" 

B. AWS D1.8 - "SEISMIC SUPPLEMENT" FOR CONNECTIONS OF THE SEISMIC FORCE RESISTING SYSTEM (SFRS)

3. ALL STRUCTURAL STEEL SHALL CONFORM TO THE ASTM DESIGNATION AS INDICATED BELOW (UNO): 

4. THE STRUCTURAL STEEL FABRICATOR SHALL FURNISH SHOP DRAWINGS TO THE ARCHITECT OF ALL STEEL FOR 
ARCHITECTS AND STRUCTURAL ENGINEERS FOR REVIEW AND APPROVAL BEFORE FABRICATION.

5. BOLT HOLES USED IN STEEL SURFACES THAT ARE ENCASED IN CONCRETE OR MASONRY OR SPRAY ON FIREPROOFING 
SHALL BE LEFT UNPAINTED.

6. ALL WELDING IS TO BE DONE BY CERTIFIED WELDERS USING E70XX ELECTRODES (UNO). ALL WELDS SHALL BE IN 
CONFORMITY WITH THE PROJECT SPECIFICATIONS AND THE CODE FOR WELDING IN BUILDING CONSTRUCTION (AWS 
D1.1 LATEST EDITION) OF THE AMERICAN WELDING SOCIETY. SEE SPECIAL INSPECTION SECTION FOR WELDING 
INSPECTION REQUIREMENTS.

7. WELD LENGTHS CALLED FOR ON PLANS ARE THE NET EFFECTIVE LENGTH REQUIRED. WHERE FILLET WELD SYMBOL IS 
GIVEN WITHOUT INDICATION OF SIZE, USE MINIMUM SIZE WELDS AS SPECIFIED IN AISC 360 SECTION J2.2b.

8. ALL STRUCTURAL STEEL AND MISCELLANEOUS METAL EXPOSED TO THE WEATHER SHALL BE HOT DIP GALVANIZED 
AFTER FABRICATION. PROTECT FIELD WELDS EXPOSED TO THE WEATHER VIA PRIME AND PAINT OR BRUSH/COLD 
GALVANIZING. REFER TO ARCHITECTURAL DRAWINGS FOR STEEL FINISH.

9. DO NOT CUT OR DAMAGE EXISTING REINFORCEMENT.  PRIOR TO FABRICATING PLATES, MEMBERS, OR OTHER STEEL 
ASSEMBLIES ATTACHED TO REINFORCED CONCRETE/MASONRY USING POST-INSTALLED ANCHORS, LOCATE ALL 
REINFORCEMENT AND CONFIRM CONSTRUCTABILITY OF ANCHOR LOCATIONS. SHOULD CONFLICTS WITH 
REINFORCEMENT OCCUR, SUBMIT ALTERNATE ANCHOR LOCATIONS AND REVISED STEEL FABRICATIONS TO ARCHITECT 
FOR REVIEW AND APPROVAL.  

10. BACKUP BARS MAY REMAIN IN PLACE UNLESS NOTED OTHERWISE ON THE DRAWINGS, OR WHEN ULTRASONIC TESTING 
INDICATES A POSSIBLE WELD DEFECT. IF DEFECTS ARE INDICATED BACKUP BAR IS TO BE REMOVED AND THE ROOT 
INSPECTED. IF IMPERFECTIONS ARE FOUND, THEY ARE TO BE REMOVED AND REPAIRED PER AWS REQUIREMENTS.

11. THE USE OF E70T-4 WELDING WIRE IS NOT ALLOWED FOR ANY APPLICATION. ALL WELD FILLER METAL SHALL BE OF THE 
LOW HYDROGEN TYPE.

12. WRITTEN WELDING PROCEDURE SPECIFICATIONS (WPS) PER THE RECOMMENDATION OF THE AMERICAN WELDING 
SOCIETY (AWS) SHALL BE DEVELOPED BY THE FABRICATOR/ERECTOR AND SUBMITTED FOR REVIEW TO THE ENGINEER 
PRIOR TO ANY WELDING OF THE STRUCTURAL STEEL. THE WELDING PROCEDURES SHALL INCLUDE ALL THE WELDED 
JOINTS AND CONFIGURATIONS TO BE USED ON THIS PROJECT-ONLY WPS WHICH ARE REVELEVANT TO THIS PROJECT 
SHALL BE SUBMITTED. ALL WELDED JOINTS SHALL BE PREQUALIFIED PER AWS OR BE QUALIFIED BY TEST PER AWS. A 
PROCEDURE QUALIFICATION RECORD (PQR) SHALL BE INCLUDED WITH THE WPS IF THE WELDING PROCEDURE OR 
JOINT IS QUALIFIED BY TESTING. THE ELECTRODE MANUFACTURER AND PRODUCT/TRADE NAME SHALL BE IDENTIFIED IN 
THE WPS IN ADDITION TO THE AWS ELECTRODE CLASSIFICATION NAME. A COPY OF THE ELECTRODE MANUFACTURER'S 
TECHNICAL DATA SHEETS WITH THE RECOMMENDED WELDING PARAMETERS SHALL BE SUBMITTED WITH THE WPs.

13. ALL ARCHITECTURALLY EXPOSED STRUCTURAL STEEL (AESS) SHALL CONFORM TO REQUIREMENTS OF AISC 303-16.

STRUCTURAL STEEL

W SHAPES AND WT SHAPES A992

ASTM SPECIFICATION

ANGLES & CHANNELS A36

PLATES & BARS
A36
A572, GR 50 (WHERE INDICATED)

PIPE SECTIONS A53, GR B

HSS SECTIONS
A500 GR B

CORROSION RESISTANT STEEL
(WHERE INDICATED)

A588 GR 50 (FOR ROLLED SHAPES)
A847 (FOR HSS)

HIGH STRENGTH BOLTS
(AS INDICATED IN DETAILS)

A325 OR F1582 (TWIST-OFF TYPE)
A490 OR F2280 (TWIST-OFF TYPE)

ANCHOR RODS
F1554 GR 55
F1554 GR 36/105 (WHERE INDICATED)

COMMON/MACHINE BOLTS A307, GR A

SHEAR CONNECTORS A108, GRADES 1015 TROUGH 1020
AWS D1.1, TYPE B

1

1

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a

ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a
ti
o
n
_

S
tr

u
c
t.
rv

t

SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-002

GENERAL

STRUCTURAL

NOTES

895.01

08/23/2023

No. Description Date

1 PC1 12-15-2023

2 PC2 01-26-2024

3 PC3 02-22-2024

2

 
 
 
 

rtoro
Snapshot

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



WOOD

1. COMPLY WITH THE REQUIREMENTS IN CHAPTER 23 OF THE CODE AND AF&PA'S WCD 1, "DETAILS FOR CONVENTIONAL WOOD FRAME 
CONSTRUCTION," UNLESS OTHERWISE INDICATED.

2. STUD WALLS SHOWN ON PLANS ARE NONBEARING PARTITIONS WALLS, BEARING WALLS OR SHEAR WALLS BELOW THE FRAMING LEVEL, 
UNLESS NOTED OTHERWISE. STUDS SHALL BE SIZE AND SPACING AS NOTED IN THE DRAWINGS, SEE PLANS AND ARCHITECTURAL 
DRAWINGS. UNLESS OTHERWISE NOTED, STUD WALLS SHALL BE 2 X 4 AT 16" OC

3. DIMENSIONAL LUMBER FRAMING:

A. SPECIES, GRADE, AND MOISTURE CONTENT NOTED BELOW:

4. ENGINEERED WOOD PRODUCTS:

A. STRUCTURAL COMPOSITE LUMBER MADE FROM WOOD VENEERS WITH GRAIN PRIMARILY PARALLEL TO MEMBER LENGTHS, 
EVALUATED AND MONITORED ACCORDING TO ASTM D 5456 AND MANUFACTURED WITH AN EXTERIOR-TYPE ADHESIVE COMPLYING 
WITH ASTM D 2559.  PROVIDE PRODUCTS THAT CONFORM TO THE FOLLOWING MINIMUM DESIGN STRESS:

NOTES: 1) FOR 12" DEEP MEMBERS. FOR OTHER DEPTHS, MULTIPLY BY (12"/DEPTH)0.136.

5. FASTENERS:

A. WHERE ROUGH CARPENTRY IS EXPOSED TO WEATHER, IN GROUND CONTACT, PRESERVATIVE TREATED, FIRE RETARDANT TREATED, 
OR IN AREA OF HIGH RELATIVE HUMIDITY, PROVIDE FASTENERS WITH HOT-DIP ZINC COATING COMPLYING WITH ASTM A 153.

B. NAILS: ASTM F1667, COMMON TYPE.

6. WOOD CONNECTORS:

A. PROVIDED BASIS OF DESIGN HANGERS, STRAPS, TIES, HOLD DOWNS, ETC, AS INDICATED ON THE DRAWINGS.

B. WHERE CONNECTORS ARE IN EXPOSED, EXTERIOR APPLICATIONS OR IN CONTACT WITH PRESERVATIVE TREATED LUMBER, PROVIDE 
HOT-DIP GALVANIZED OR STAINLESS STEEL CONNECTORS.

7. ALL LUMBER IN 2 HOUR FIRE RATED WALLS AND 3 HOUR FIRE SEPARATION WALLS SHALL USE FIRE RETARDANT TREATED WOOD PER CBC 
SECTION 2303.2. SEE ARCHITECTURAL DRAWINGS FOR FIRE RATED WALL LOCATIONS AND DETAILS. 

8. WHERE POSTS OR MULTIPLE STUDS UNDER BEAMS OR HEADERS ARE CALLED FOR ON DRAWINGS THOSE POSTS OR MULTIPLE STUDS 
SHALL BE CARRIED TO THE FOUNDATION/PODIUM LEVEL U.N.O.

9. JOIST BLOCKING AND BRIDGING:

A. PROVIDE FULL DEPTH SOLID BLOCKING BETWEEN JOISTS OVER SUPPORT AND BELOW PARTITION WALLS.

B. PROVIDE FULL DEPTH BRIDGING AT 8'-0" O.C. MAX, NOT MORE THAN 8'-0" FROM SUPPORT.

10. PROVIDE DOUBLE JOISTS UNDER NON-BEARING WALLS RUNNING PARALLEL TO JOISTS.

11. PROVIDE REQUIRED FIRE STOPPING, BACKING FOR INTERIOR FINISHES, NONBEARING WALLS, AND OTHER NON-STRUCTURAL FRAMING 
THAT ARE NOT SHOWN ON STRUCTURAL DRAWINGS.

12. ALL STRUCTURAL PLYWOOD SHEATHING SHALL BE DOUGLAS FIR STANDARD GRADE STRUCTURAL I WITH EXTERIOR GLUE CONFORMING 
TO THE LATEST EDITION OF PS1-09. ALL PANELS SHALL BEAR LEGIBLE DFPA STAMPS.

13. ORIENTED STRAND BOARD (OSB) MAY BE SUBSTITUTED FOR PLYWOOD PROVIDED IT HAS THE SAME APA PERFORMANCE STANDARD 
RATING AND CONTAINS THE SAME NUMBER OF LAYERS AS THE PLYWOOD SPECIFIED.

14. ALL SHEATHING SHALL BE LAID FACE GRAIN PERPENDICULAR TO FRAMING AND SHALL BE APPROVED BY THE BUILDING INSPECTOR 
BEFORE COVERING.

15. ALL NAILING/SCREWING SHALL CONFORM TO THE APPLICABLE BUILDING CODE AND REGULATIONS.

16. ALL BOLT HOLES SHALL BE DRILLED 1/32" TO 1/16" OVERSIZED AND SHALL BE APPROVED BY THE BUILDING INSPECTOR PRIOR TO 
COVERING.

17. UNLESS OTHERWISE NOTED, ALL WOOD SILL PLATE UNDER BEARING, EXTERIOR OR SHEAR WALLS IN CONTACT WITH CONCRETE OR 
MASONRY SHALL BE PRESSURE TREATED AND BOLTED TO CONCRETE OR MASONRY WITH ANCHORS AS INDICATED ON THE DRAWINGS.

18. ALL BOLT HEADS AND NUTS WHICH BEAR AGAISNT THE FACE OF WOOD MEMBERS SHALL BE PROVIDED WITH METAL WASHERS (1/4"x3"x3" 
MIN).

19. ALL 1/2" DIAMETER AND LARGER BOLTS CALLED OUT ON DRAWINGS, INCLUDING ANCHOR BOLTS (A.B.) SHALL HAVE STEEL SQUARE PLATE 
WASHERS AS LISTED BELOW UNDER THE HEAD AND/OR NUT BEARING ON WOOD. (ALL ANCHOR BOLTS SHALL BE 12" LONG, UNLESS 
NOTED OTHERWISE.

20. ALL ANCHOR BOLTS OR ANY OTHER BOLT ANCHORING THE FOUNDATION SILL PLATE SHALL HAVE STEEL SQUARE PLATE WASHERS PER 
THE BELWO SCHEDULE BETWEEN THE FOUNDATION SILL PLATE AND THE NUT (UNO).

21. FRAMING ACCESSORIES AND STRUCTURAL FASTENERS SHALL BE MANUFACTURED BY SIMPSON STRONG TIE (OR ENGINEER APPROVED 
EQUAL) AND OF THE SIZE AND TYPE SHOWN ON THE DRAWINGS. HARDWARE SHALL BE FULLY NAILED FOR MAXIMUM CAPACITY, UNLESS 
NOTED OTHERWISE.

22. LAG BOLTS (LAG SCREWS): PROVIDE LEAD HOLE 40% - 70% OF THREADED SHANK DIAMETER AND FULL DIAMETER FOR SMOOTH SHANK 
PORTION.

23. ALL NAILS CONNECTING WOOD MEMBERS SHALL BE COMMON NAILS. MINIMUM NAILING REQUIREMENTS OUTLINED IN TABLE 2304.10.1 
SHALL BE FOLLOWED UNLESS OTHERWISE NOTED.

24. RETIGHTEN BOLTS BEFORE CLOSING-IN

25. ALL HOLD DOWN ANCHORS AND ALL OTHER ANCHORS AND MISCELLANEOUS METAL HANGERS ARE BY SIMPSON OR APPROVED EQUAL.

DIMENSIONAL LUMBER

USE SPECIES GRADE MOISTURE 
CONTENT

LUMBER 2" TO 4" THICK x 5" OR WIDER 
(JOISTS/RAFTERS)

DOUGLAS 
FIR-LARCH

#2 & BETTER KD (15%)

LUMBER 2" TO 3" THICK x 4" TO 8" WIDE 
(STUDS) 

DOUGLAS 
FIR-LARCH

#2 & BETTER KD (15%)

LUMBER 5x5 AND GREATER (BEAMS) DOUGLAS 
FIR-LARCH

#1 S-DRY (19%)

LUMBER 5x5 AND GREATER (POSTS) DOUGLAS 
FIR-LARCH

#1 S-DRY (19%)

STRUCTURAL COMPOSITE LUMBER

PRODUCT TYPE & USE
FLEXURAL 
STRESS, Fb

LAMINATED VENEER LUMBER (LVL)
2,900 psi

(SEE NOTE 1) 285 psi 2.0 x 106 psi

SHEAR 
STRESS, FV

MODULUS OF 
ELASTICITY

BEAM 2,900 psi 290 psi 2.2 x 106 psi

COLUMN 2,400 psi 190 psi 1.8 x 106 psi

PARALLEL STRAND LUMBER (PSL)

LAMINATED STRAND LUMBER (LSL)

2,325 psi 310 psi 1.55 x 106 psiBEAM

1,700 psi 425 psi 1.3 x 106 psiCOLUMN

WASHER - THICKNESS

WASHER - WIDTH

BOLT DIAMETER

2 3/4"

5/16"1/4"

2 1/2"

1/2" 5/8"

7/16"3/8"

3" 3 1/2"

3/4" 7/8"

1/2"

4"

1"

WASHER - THICKNESS

WASHER - WIDTH SQUARE

BOLT DIAMETER

5/16"5/16"

3"

1/2" 5/8"

7/16"3/8"

3 1/2"

3/4" 7/8"

1/2"

4"

1"

3" 3"

2,400 psi 265 psi 1.8 x 106 psiGLUED LAMINATED BEAM (GLB)

1

TRELLES LUMBERS WESTERN CEDAR #1 S-DRY(19%)

1

1. ALL EXPANSION TYPE ANCHORS SHALL CONSIST OF HILTI KWIK BOLT TZ2 CONCRETE ANCHORS PER ICC ESR-4266 
REPORT. INSTALLATION SHALL BE IN CONFORMANCE WITH THE ICC REPORT.

2. ALL EPOXY TYPE ANCHORS SHALL CONSIST OF HILTI HIT HY-200 HYBRID ADHESIVE USED IN CONJUNCTION WITH 
DEFORMED REINFORCING BARS PER ICC REPORT ESR-3187. INSTALLATION OF ANCHORS SHALL BE IN CONFORMANCE 
WITH THE ICC REPORT.

3. WHEN INSTALLING DRILLED IN ANCHORS IN EXISTING NON-PRESTRESSED REINFORCED CONCRETE, USE CARE AND 
CAUTION TO AVOID CUTTING OR DAMAGING THE EXISTING REINFORCING BARS.

4. THE SPECIAL INSPECTOR MUST BE ON THE JOBSITE PERIODICALLY DURING ANCHOR INSTALLATION TO VERIFY ANCHOR 
TYPE, ANCHOR DIMENSIONS, CONCRETE TYPE, CONCRETE COMPRESSIVE STRENGTH, PREDRILLED HOLE DIMENSIONS, 
ANCHOR SPACING, EDGE DISTANCES, SLAB THICKNESS, ANCHOR EMBEDMENT AND TIGHTENING TORQUE.

5. TEST ALL POST-INSTALLED ANCHORS AS REQUIRED PER SECTION 1705 OF THE CODE.

6. ALL WEDGE ANCHORS SHALL BE CARBON STEEL, UNO. USE STAILESS STEEL ANCHORS IN EXTERIOR EXPOSURE AND 
DAMP ENVIRONMENTS.

POST-INSTALLED CONCRETE ANCHORS

1.   SEE ARCHITECTURAL DRAWINGS FOR IDENTIFICATION OF SYSTEMS REQUIRING CONTRACTOR OBTAINED DEFERRED 
APPROVAL BY THE AUTHORITY HAVING JURISDICTION.

2.   THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE DESIGN, ANCHORAGE, AND INSTALLATION OF THE FOLLOWING 
LIST OF ITEMS NOT DESIGNED BY KPFF CONSULTING ENGINEERS. THE CONTRACTOR SHALL SUBMIT SHOP DRAWINGS 
AND STRUCTURAL CALCULATIONS SIGNED BY AND BEARING THE SEAL OF A REGISTERED CIVIL OR STRUCTURAL 
ENGINEER LICENSED IN THE STATE OF CALIFORNIA TO THE ARCHITECT AND KPFF CONSULTING ENGINEERS. KPFF WILL 
REVIEW DELEGATED DESIGN SUBMITTALS FOR CONFORMANCE WITH THE PROJECT DESIGN AND PERFORMANCE 
CRITERIA. AFTER REVIEW BY THE ARCHITECT AND DESIGN TEAM, THE CONTRACTOR SHALL BE RESPONSIBLE FOR ANY 
REQUIRED SUBMITTALS AND APPROVALS BY THE BUILDING DEPARTMENT.

A. CURTAIN WALL & WINDOW SYSTEMS
B. UTILITY DISTRIBUTION ANCHORAGE & SEISMIC BRACING
C. EQUIPMENT ANCHORAGE 
D. LIGHTING POLES & ANCHORAGE
E. FIRE SUPPRESSION SYSTEM PIPING AND RELATED EQUIPMENT
F. ELEVATOR SILL SUPPORT, GUIDERAILS AND LADDER
G. SOLAR POWER PV SYSTEM AND RACKING
H. TEMPORARY SHORING
I. GLASS FIBER REINFORCED CONCRETE TRIM ATTACHMENT
J. PERFORATED METAL SCREEN SYSTEM

3.   ARCHITECTURAL, MECHANICAL, AND ELECTRICAL COMPONENTS, AND SUPPORTS AND ATTACHMENTS SHALL MEET THE 
REQUIREMENTS OF THE CODE AND ASCE 7-16, CH. 13.

A.   CONTRACTOR SHALL COMPLY WITH THE FOLLOWING GENERAL REQUIREMENTS PER ASCE 7-16, SECTION 13.2:
i.     DESIGN DOCUMENTATION, SUBMITTAL TO AUTHORITY HAVING JURISDICTION, AND SEISMIC QUALIFICATION
ii.    SPECIAL SEISMIC CERTIFICATION
iii.   INTERRELATIONSHIP OF COMPONENTS AND CONSEQUENTIAL DAMAGE

4.   THE DESIGN OF DELEGATED ITEMS SHALL COMPLY WITH THE CODE FOR AND ALL PROJECT SPECIFICATIONS AND 
CRITERIA INDICATED ON THE CONSTRUCTION DOCUMENTS. ADDITIONAL SUPPORT FRAMING, BRACING, STIFFENER 
PLATES, AND/OR OTHER STABILIZING ELEMENTS SHALL BE PROVIDED BY CONTRACTOR AT CONNECTIONS TO THE MAIN 
STRUCTURE TO PREVENT ECCENTRIC LOADING, TWISTING, WARPING, ROTATION, AND/OR TORSION OF THE MAIN 
STRUCTURAL MEMBERS. THE DESIGN OF THESE ELEMENTS SHALL MAKE PROVISIONS FOR ACCOMMODATING THE 
APPROPRIATE SEISMIC/WIND FORCES AND DISPLACEMENTS, AS WELL AS FLOOR DEFLECTIONS DUE TO GRAVITY LOADS 
OF THE MAIN STRUCTURE.

5. PRE-APPROVED STANDARD DETAILS MAY BE USED PROVIDED THEY ARE AN ACCEPTABLE APPROVED STANDARD BY 
THE GOVERNING BUILDING OFFICIAL AND THE CODE FOR THIS PROJECT.

6. DESIGN DISPLACEMENT CRITERIA FOR NON-STRUCTURAL COMPONENTS DESIGN:

ACCOMMODATE A MAXIMUM SEISMIC INELASTIC RESPONSE DISPLACEMENT (INTER-STORY DRIFT),

AT BOTTOM STORY:

Δ    = 1.01 INCHES/STORY IN NORTH-SOUTH DIRECTION
1.01 INCHES/STORY IN EAST-WEST DIRECTION

AT ALL OTHER STORIES:

Δ    = 3.60 INCHES/STORY IN NORTH-SOUTH DIRECTION
3.60 INCHES/STORY IN EAST-WEST DIRECTION

ALLOW FOR A MAXIMUM FLOOR/ROOF LIVE LOAD VERTICAL DEFLECTION,

ΔVERT = L/360 (FOR INTERIOR BEAMS & GIRDERS)
= 3/8” (FOR PERIMETER EDGE BEAMS & GIRDERS)

7. EXTERIOR WALL FRAMING SYSTEMS SHALL BE DESIGNED TO COMPLY WITH DEFLECTION REQUIREMENTS APPROPRIATE 
TO THE MATERIAL SUPPORTED IN ACCORDANCE WITH THE CODE AND APPLICABLE REFERENCE STANDARD(S). IN 
ADDITION, THE DESIGN OF EXTERIOR WALL SYSTEMS SHALL PROVIDE DETAILING OF VERTICAL AND HORIZONTAL 
JOINTS, INCLUDING JOINTS REQUIRED AT BUILDING CORNERS, BETWEEN INTERFACING SYSTEMS, AND AT SPECIAL 
CONDITIONS, AS REQUIRED TO ACCOMMODATE THE DESIGN INTER-STORY DRIFT DEFINED ABOVE. EACH CONTRACTOR 
RESPONSIBLE FOR DESIGN OF AN EXTERIOR WALL SYSTEM SHALL COORDINATE THE ABOVE REQUIREMENTS WITH 
EACH OTHER'S SYSTEMS. SEE DRAWINGS AND SPECIFICATIONS FOR ADDITIONAL INFORMATION AND REQUIREMENTS.

DELEGATED DESIGNED ITEMS

1

1

2

1. DESIGN OF ANCHORAGE AND SEISMIC BRACING FOR ALL FIXED EQUIPMENT TO BE INSTALLED AS A PART OF THIS 
PROJECT SHALL BE DETAILED OR INDICATED ON THESE DRAWINGS IN CONFORMANCE WITH THE CODE AND ASCE 7-16, 
EXCEPT AS FOLLOWS:

A. ANCHORAGE AND SEISMIC BRACING FOR ALL EQUIPMENT DESIGNATED AS A “DELEGATED DESIGN” SCOPE OF WORK 
(CONTRACTOR DESIGNED AND FURNISHED). SEE “DELEGATED DESIGN” SECTION OF THESE GENERAL NOTES FOR 
REQUIREMENTS.. 

B. DISCRETE MECHANICAL AND ELECTRICAL COMPONENTS LISTED BELOW THAT ARE POSITIVELY ATTACHED TO THE 
PRIMARY STRUCTURE, DO NOT CONTAIN HAZARDOUS MATERIALS, ARE NOT REQUIRED TO FUNCTION FOR LIFE-
SAFETY PURPOSES AFTER AN EARTHQUAKE, AND HAVE FLEXIBLE CONNECTIONS PROVIDED BETWEEN THE 
COMPONENT AND ASSOCIATED DUCTWORK, PIPING AND CONDUIT:

i. COMPONENTS WEIGHING 400 LBS OR LESS WITH CENTER OF MASS LOCATED 4 FT OR LESS ABOVE 
ADJACENT FLOOR LEVEL

ii. COMPONENTS WEIGHING 20 LBS OR LESS 
iii. DISTRIBUTION SYSTEMS WEIGHING 5 LB/FT OR LESS

WHEN DETERMINING WEIGHT AND BRACING REQUIREMENTS FOR IN-LINE COMPONENTS SUCH AS VALVES, SUSPENDED 
PUMPS, MIXING BOXES, ETC., THEY SHALL BE ADDRESSED AS DISCRETE COMPONENTS WITH TOTAL WEIGHT INCLUSIVE 
OF TRIBUTARY CONTRIBUTION OF THE ATTACHED DISTRIBUTION SYSTEM. COMPONENTS THAT ARE INSTALLED IN-LINE 
WITH DUCT SYSTEMS HAVING AN OPERATING WEIGHT GREATER THAN 75 LB, SUCH AS FANS, TERMINAL UNITS, HEAT 
EXCHANGERS, HUMIDIFIERS, ETC., SHALL BE ANCHORED AND BRACED AS DISCRETE COMPONENTS.

C. DISCRETE COMPONENTS WEIGHING 20 LBS OR LESS SUPPORTED BY VIBRATION ISOLATORS.

D. FURNITURE EXCEPT STORAGE CABINETS (AS NOTED IN TABLE 13.5-1 OF ASCE 7-16)

E. TEMPORARY OR MOVABLE EQUIPMENT (AS NOTED IN TABLE 13.5-1 OF ASCE 7-16)

F. ARCHITECTURAL EQUIPMENT NOT DEFINED BY ASCE 7-16, SECTION 13.5 & TABLE 13.5-1 SHALL BE 
CONSIDERED MECHANICAL OR ELECTRICAL COMPONENTS AND HAVE THE SAME REQUIREMENTS AS THOSE 
SYSTEMS UNLESS THEY MEET EXCEPTIONS B-E ABOVE. 

2. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE DESIGN AND CONSTRUCTION OF VERTICAL GRAVITY SUPPORT, 
SEISMIC RESTRAINT, AND ANCHORAGE TO PRIMARY STRUCTURE OF ALL PERMANENT EQUIPMENT IN ITEMS B-F ABOVE, 
INCLUDING AIR TERMINAL UNITS AND SOUND TRAPS, EXCEPT AS OTHERWISE SPECIFIED ON THE CONTRACT 
DOCUMENTS. DESIGN SHALL BE CAPABLE OF MITIGATING VIBRATIONS AND RESISTING DEAD AND THERMAL LOADS, AS 
WELL AS THE LOAD AND RELATIVE DISPLACEMENT EFFECTS PRESCRIBED BY ASCE 7-16, CH. 13. RELEVANT SEISMIC 
PARAMETERS AND COEFFICIENTS ARE INDICATED ON THESE DRAWINGS. APPROPRIATE COMPONENT COEFFICIENTS 
SHALL BE DETERMINED BY THE CONTRACTOR PER ASCE 7-16, CH. 13. DESIGN SHALL BE SUBMITTED TO THE ARCHITECT 
FOR GENERAL CONFORMANCE REVIEW.

3. CONTRACTOR SHALL VERIFY THAT ACTUAL PROCURED EQUIPMENT SPECIFICATIONS CONFORM TO ANCHORAGE 
DETAILS SHOWN ON THESE DRAWINGS (E.G. WEIGHT, SIZE, ANCHOR LOCATIONS, ETC.). WHEN DISCREPANCIES ARE 
DISCOVERED, CONTRACTOR SHALL NOTIFY ARCHITECT AND OWNER'S REPRESENTATIVE PRIOR TO FABRICATION OR 
INSTALLATION AND PROVIDE NEW EQUIPMENT SPECIFICATIONS TO ARCHITECT FOR DESIGN TEAM REVIEW AND 
APPROVAL.

4. VERTICAL SUPPORT AND SEISMIC RESTRAINT OF UTILITY DISTRIBUTION SYSTEMS

A. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE DESIGN AND CONSTRUCTION OF COMPLETE VERTICAL 
GRAVITY SUPPORT, SEISMIC RESTRAINT, AND ANCHORAGE TO THE PRIMARY FRAME FOR ALL UTILITY DISTRIBUTION 
AND EQUIPMENT SYSTEMS IN CONFORMANCE WITH THE CODE AND ASCE 7-16, CH. 13, INCLUDING BUT NOT LIMITED TO:

i. MECHANICAL DUCTWORK AND PIPING
ii. ELECTRICAL CONDUIT
iii. PLUMBING LINES
iv. COMMUNICATION/INFORMATION TECHNOLOGY UTILITIES
v. SPRINKLER SYSTEMS. 

B. DESIGN SHALL BE CERTIFIED BY A CIVIL ENGINEER REGISTERED IN THE STATE OF CALIFORNIA AND COMPLETED IN 
CONFORMANCE WITH REQUIREMENTS INDICATED IN THE PROJECT SPECIFICATIONS, DRAWINGS, AND THE CODE, 
UTILIZING THE SEISMIC PARAMETERS AND COEFFICIENTS INDICATED ON THESE DRAWINGS AND SPECIFIED IN ASCE 
7-16.

C. DESIGN SHALL COMPLY WITH THE SEISMIC FORCES AND RELATIVE DISPLACEMENTS REQUIRED BY ASCE 7-16, 
SECTION 13.3, UNLESS PRESCRIPTIVE REQUIREMENTS ARE FOLLOWED PER EXCEPTIONS LISTED FOR:

i. CONDUIT, CABLE TRAY, AND RACEWAYS (ASCE 7-16, SECTION 13.6.5)
ii. DUCT SYSTEMS (ASCE 7-16, SECTION 13.6.6)
iii. PIPING AND TUBING SYSTEMS (ASCE 7-16, SECTION 13.6.7.3)

D. IN-LINE DUCT COMPONENTS WEIGHING 75 LB OR LESS: SMALL TERMINAL UNITS, DAMPERS, LOUVERS, DIFFUSERS, 
ETC., THAT ARE NOT BRACED INDEPENDENTLY SHALL BE POSITIVELY ATTACHED WITH MECHANICAL FASTENERS TO 
THE RIGID DUCT ON BOTH SIDES. PIPING CONDUIT ATTACHED TO IN-LINE EQUIPMENT SHALL BE PROVIDED WITH 
ADEQUATE FLEXIBILITY TO ACCOMMODATE THE SEISMIC RELATIVE DISPLACEMENTS OF ASCE 
7-16, SECTION 13.3.2.

E. SPACING AND DETAILS OF THE SUPPORT AND BRACING OF FIRE SPRINKLER PIPING SHALL COMPLY WITH THE 
GOVERNING EDITION OF NFPA 13 AND ASCE 7-16, SECTION 13.6.7.2, AS MODIFIED BY THE CODE.

F. BRACING AND ANCHORAGE DESIGN MAY BE REFERRED TO A PRE-APPROVED ANCHORAGE SYSTEM AND THE 
CONTRACTOR SHALL PROVIDE ENGINEERING DOCUMENTATION, INCLUDING INSTALLATION GUIDES/MANUALS FOR 
THE SELECTED PRE-APPROVED SYSTEM, TO THE ARCHITECT AND OWNER'S REPRESENTATIVE.

G. POST-INSTALLED CONCRETE ANCHOR TYPES AND INSTALLATION REQUIREMENTS SHALL BE AS SPECIFIED ON 
THESE DRAWINGS.

H. STORY DRIFT

i. UTILITY DISTRIBUTION SYSTEMS, INCLUDING PIPING, DUCTWORK AND CONDUITS, SHALL BE DESIGNED TO 
ACCOMMODATE THE INTER-STORY DRIFT SPECIFIED ON THESE DRAWINGS (SEE DELEGATED DESIGN NOTES), AS 
REQUIRED PER ASCE 7-16, SECTION 13.3.2.

ii. CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING FLEXIBLE CONNECTIONS BETWEEN UTILITY LINES AND 
FIXED EQUIPMENT IN CONFORMANCE WITH EQUIPMENT MANUFACTURER'S RECOMMENDATIONS, AS REQUIRED TO 
ACCOMMODATE INTER-STORY DRIFT AND FLOOR LIVE LOAD DEFLECTIONS.

iii. PIPES, DUCTS AND CONDUITS THAT ROUTE WITHIN EXTERIOR WALL FRAMING SHALL NOT IMPEDE THE DESIGN 
DRIFT AT EXTERIOR FRAMING SLIP JOINTS. PIPES, DUCTS AND CONDUITS THAT CROSS EXTERIOR FRAMING SLIP 
JOINTS SHALL BE DESIGNED AND DETAILED TO ALLOW THE EXTERIOR FRAMING TO ACCOMMODATE THE DESIGN 
DISPLACEMENT CRITERIA (SEE “DELEGATED DESIGN”) AND SHALL, THEMSELVES, ACCOMMODATE THESE 
DISPLACEMENTS IF THEY ARE ATTACHED TO ANY ELEMENT OF THE EXTERIOR FRAMING SYSTEM.

EQUIPMENT ANCHORAGE

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SEVEN WIRE STRAND ASTM

1/2" DIAMETER STRAND AREA
ULTIMATE STRENGTH

A416

0.153 SQ. IN.
270 KSI, 41 KIPS PER STRAND

JACKING STRESS 216 KSI, 33 KIPS PER STRAND

ANCHORING STRESS 189 KSI, 29 KIPS PER STRAND

EFFECTIVE DESIGN STRESS:
LOW RELAXATION

175 KSI, 27 KIPS PER STRAND

A.  CONCRETE CAST AGAINST AND 
     PERMANENTLY EXPOSED TO EARTH

MINIMUM
COVER

3"

TOLERANCES
+  OR  -

3/8"

B.  CONCRETE EXPOSED TO EARTH OR WEATHER:  

       SLAB 1" 3/8"

POST-TENSIONED CONCRETE:

1. ONE SAMPLE OF POST-TENSIONING STRAND FROM EACH REEL OR HEAT SHALL BE TESTED BY AN APPROVED 
MATERIALS TESTING LABORATORY.  TEST RESULTS SHALL BE SUBMITTED TO THE ENGINEER AND THE GOVERNING 
JURISDICTION BEFORE STRESSING OF TENDONS. TENDONS SHALL BE LOW RELAXATION STRANDS AND SHALL 
CONFORM TO THE FOLLOWING:

  
2. THE MANUFACTURING, HANDLING AND PLACING OF ALL SINGLE STRAND UNBONDED POST-TENSIONING TENDONS 

SHALL CONFORM WITH THE POST-TENSIONING INSTITUTE " SPECIFICATIONS FOR UNBONDED SINGLE STRAND 
TENDONS".

3. THE CONTRACTOR SHALL SUBMIT FOR THE ENGINEER OF RECORD'S APPROVAL:

A. FRICTION CALCULATIONS AND SHOP DRAWINGS OF TENDON LAYOUT

B. DEAD-END AND STRESSING-END ANCHORAGE DETAILS

C. RECORDS OF ALL JACKING FORCES AND FIELD MEASURED ELONGATIONS

4. TWISTING OR ENTWINING OF INDIVIDUAL WIRES OR STRANDS WITHIN A BUNDLE OR BEAM SHALL NOT BE PERMITTED.

5. FIELD READINGS OF ELONGATIONS AND/OR STRESSING SHALL NOT VARY FROM CALCULATED REQUIRED VALUES BY 
MORE THAN 7% PLUS OR MINUS UNLESS APPROVED BY THE ENGINEER OF RECORD.

6. DO NOT BURN OFF TENDON ENDS UNTIL THE ENTIRE SLAB HAS BEEN SATISFACTORILY STRESSED.

7. TENDON PROFILES SHALL CONFORM TO CONTROLLING POINTS SHOWN ON THE DRAWINGS AND SHALL BE IN AN 
APPROXIMATE PARABOLIC DRAPE BETWEEN SUPPORTS, UNLESS NOTED OTHERWISE.

8. SLIGHT DEVIATIONS IN THE SPACING OF THE SLAB TENDONS MAY BE PERMITTED WHEN REQUIRED TO AVOID 
OPENINGS, INSERTS, AND DOWELS WHICH ARE SPECIFICALLY LOCATED. WHERE LOCATION OF TENDONS SEEM TO 
INTERFERE WITH EACH OTHER, ONE TENDON MAY BE MOVED HORIZONTALLY IN ORDER TO AVOID THE INTERFERENCE.

9. GROUT AND/OR CONCRETE CONTAINING CHLORIDES SHALL NOT BE USED.

10. IF CONCRETE IS PLACED BY THE PUMP METHOD, HORSES SHALL BE PROVIDED TO SUPPORT THE HOSE.  THE HOSE 
SHALL NOT BE ALLOWED TO RIDE ON THE TENDONS.

11. WHEN CONCRETE IS PLACED IN POST-TENSIONED SLABS, SPECIAL CARE SHALL BE TAKEN AT ALL COLUMN DROP 
PANELS AND TENDON ANCHORS TO ASSURE COMPLETE CONSOLIDATION AND DENSIFICATION OF CONCRETE.

A. INSERT PUMP HOSE INTO COLUMN DROP PANEL BELOW REINFORCEMENT AND FILL UNTIL CONCRETE "BUBBLES" 
THROUGH THE REINFORCEMENT AT THE TOP OF THE DROP PANEL.

B. AFTER DROP PANEL IS FULL OF CONCRETE , PLACE CONCRETE ON TOP OF REINFORCING TO SPECIFIED  SLAB 
THICKNESS.

C. VIBRATE ADEQUATELY IN AND AROUND COLUMN DROP PANELS AND TENDON ANCHORS.

12. ALL POCKETS OR BLOCK-OUTS REQUIRED FOR ANCHORAGE SHALL BE ADEQUATELY REINFORCED SO AS NOT TO 
DECREASE THE STRENGTH OF THE STRUCTURE. ALL POCKETS SHALL BE WATERPROOFED SO AS TO ELIMINATE WATER 
LEAKAGE THROUGH OR INTO THE POCKET. BLOCK-OUTS FOR TEMPORARY SLIP OF WALL DOWELS SHALL BE 
CORRUGATED SHEET METAL WITH PLASTIC CAPS.

13. SLABS OR BEAMS MAY BE DE-SHORED WHEN ALL TENDONS OF THAT FLOOR POUR HAVE BEEN STRESSED, UNLESS 
SHORING IS REQUIRED TO CARRY FLOORS ABOVE.

14. ALL ANCHORAGES, COUPLERS AND MISCELLANEOUS HARDWARE SHALL BE STANDARD, HAVE A CURRENT EVALUATION 
TEST REPORT, AND APPROVED BY THE GOVERNING JURISDICTION AND THE ENGINEER OF RECORD.

15. PLACE A MINIMUM OF (2) #4 BARS BEHIND ALL ANCHORAGES. #4 TO BE CONTINUOUS, UNLESS NOTED OTHERWISE. 
SPLICES SHALL BE 24 INCHES MINIMUM AND STAGGERED.

16. TENDONS SHALL BE SECURED TO A SUFFICIENT NUMBER OF POSITIONING DEVICES TO ENSURE CORRECT LOCATION 
DURING AND AFTER THE PLACING OF CONCRETE, AND SHALL BE SUPPORTED AT A MAXIMUM OF 3-FEET 6-INCHES ON 
CENTER. CHAIRS GREATER THAN ONE INCH IN SIZE SHALL BE STAPLED TO FORM.

17. SUPPORT BARS LOCATED AT FACES OF DROP PANELS SHALL BE #6 OR GREATER, DROP PANELS GREATER THAN 4 FEET 
IN SIZE SHALL HAVE AN OPTIONAL #6 OR GREATER SUPPORT BAR AT THE CENTER.

18. ALL INSERTS AND SLEEVES SHALL BE CAST-IN-PLACE WHENEVER POSSIBLE. DRILLED AND POWER-DRIVEN FASTENER 
WILL BE PERMITTED ONLY WHEN IT CAN BE SHOWN THAT THE INSERTS WILL NOT SPALL THE CONCRETE AND ARE 
LOCATED SO AS TO AVOID THE TENDONS AND ANCHORAGES.

19. THE STRESSING END ANCHORS AND WEDGES SHALL BE SPRAY PAINTED WITH RUST-OLEUM OR SIMILAR BEFORE THE 
RECESS IS GROUTED.

20. TENDON ALLOWANCE: THE CONTRACTOR SHALL PROVIDE 5% OF TOTAL POST-TENSIONING REINFORCEMENT 
(INCLUDING LABOR) AS EXTRA TENDONS FOR THE ENGINEER TO USE AT THEIR DISCRETION DURING CONSTRUCTION. 
THE CONTRACTOR SHALL REIMBURSE THE OWNER FOR THE UNUSED PORTION.

21. AT TRANSFER OF PRE-STRESS, CONCRETE COMPRESSIVE STRENGTH SHALL BE 3000 PSI MINIMUM.

22. THE STRESSING RAM AND ATTENDANT GAUGE TO BE USED SHALL BE CALIBRATED WITHIN (30) DAYS OF THEIR USE.

23. STRESSING SEQUENCE:

A. STRESS 60% OF THE CONTINUOUS BANDED TENDONS.

B. STRESS 100% OF THE CONTINUOUS DISTRIBUTED TENDONS.

C. STRESS 100% OF ADDED DISTRIBUTED TENDONS.

D. STRESS REMAINING  40% OF THE CONTINUOUS BANDED TENDONS.

E. STRESS 100% OF THE ADDED BANDED TENDONS.

24. SEE CONCRETE NOTES AND MEP COORDINATION NOTES FOR RESTRICTIONS ON PIPE PLACEMENT.

25. ALL DIMENSIONS SHOWING THE LOCATION OF TENDONS NOT NOTED AS "CLEAR", ARE TO CENTER OF TENDONS.

POST-TENSIONED CONCRETE: (CONTINUED)

26. SPECIAL INSPECTIONS:

A. DURING ALL STRESSING AND GROUTING OF PRESTRESSED AND POST-TENSIONED CONCRETE, THE SPECIAL 
INSPECTION SHALL INCLUDE RECORDING OF FIELD MEASURED ELONGATION FOR EACH STRAND AND A JACKING 
FORCE FOR EVERY 10TH STRAND.

B. DURING THE PLACING OF REINFORCING STEEL, TENDONS, AND PRE-STRESSING STEEL FOR ALL STRUCTURAL 
CONCRETE. TENDON PLACEMENT AND INTEGRITY OF THE PROTECTIVE WRAPPING FOR POST-TENSION TENDONS 
SHALL INSPECTED PRIOR TO PLACEMENT OF CONCRETE.

C. DURING PLACING OF ALL INSERTS AND STUD RAIL REINFORCEMENT

1. BEFORE DRILLING, CORING OR CUTTING INTO POST-TENSIONED SLAB, THE CONTRACTOR SHALL  SUBMIT A 
SKETCH TO THE ENGINEER OF RECORD SHOWING THE PROPOSED OPENING, TENDON LOCATIONS, AND OTHER 
PERTINENT INFORMATION FOR REVIEW. THE OPENING SHALL BE SIZED OR LOCATED SO THAT TENDONS AND 
SLAB REMAIN UNDAMAGED AND ADEQUATELY PROTECTED FROM FIRE. COORDINATE FIRE PROTECTION WITH 
MECHANICAL AND ARCHITECTURAL DRAWINGS. SEE PLANS FOR ADDITIONAL LIMITS ON PENETRATIONS NEAR 
TENDON ANCHORAGE ZONES, COLUMN ABOVE OR BELOW, AND EMBEDDED PLATES AND ANCHOR BOLTS.

A. AT RECTANGULAR OPENINGS, PRE-DRILL CORNERS TO 1" RADIUS, MINIMUM. DO NOT OVERCUT CORNERS.

27. ALL TENDONS SHALL BE ENCAPSULATED. 

28. SLAB STUD REINFORCEMENT SHALL BE DECON STUDRAILS (ESR-2494)

29. CONCRETE PROTECTION FOR TENDONS:

A. PRESTRESSED CONCRETE: THE FOLLOWING MINIMUM CONCRETE COVER SHALL BE PROVIDED FOR PRE-
STRESSING REINFORCEMENT, DUCTS, AND END FITTINGS, EXCEPT AS REQUIRED IN ACI 318, SECTION 7.7.6:

* REFER TO PLANS AND ARCHITECTURAL DRAWINGS FOR ADDITIONAL
CONCRETE COVERAGE REQUIREMENTS TO ACHIEVE FIRE RATINGS.

C. CONCRETE NOT EXPOSED TO WEATHER AND 
NOT IN CONTACT WITH THE GROUND:  

        SLABS 3/4" 1/4"

        BEAMS

        PRIMARY REINFORCEMENT, TIES,
        STIRRUPS, SPIRALS 1 1/2" 3/8"

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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1. STRUCTURAL OBSERVATION SHALL BE PERFORMED BY THE STRUCTURAL ENGINEER OF RECORD OR DESIGNEE IN 
ACCORDANCE WITH SECTION 1704.6 OF THE CODE.

2. STRUCTURAL OBSERVATION IS THE VISUAL OBSERVATION OF THE ELEMENTS AND CONNECTIONS OF THE STRUCTURAL 
SYSTEM AT SIGNIFICANT CONSTRUCTION STAGES AND THE COMPLETED STRUCTURE FOR GENERAL CONFORMANCE TO 
THE APPROVED PLANS AND SPECIFICATION. STRUCTURAL OBSERVATION DOES NOT WAVE THE RESPONSIBILITY FOR 
THE INSPECTIONS REQUIRED OF THE CITY OR DEPUTY INSPECTORS.

3. THE CONTRACTOR SHALL COORDINATE AND CALL FOR A PRE-CONSTRUCTION MEETING BETWEEN THE ENGINEER OR 
ARCHITECT RESPONSIBLE FOR THE STRUCTURAL DESIGN. STRUCTURAL OBSERVER, CONTRACTOR, AFFECTED 
SUBCONTRACTORS, PROJECT INSPECTOR. THE PURPOSE OF THE MEETING SHALL BE TO IDENTIFY THE MAJOR 
STRUCTURAL ELEMENTS AND CONNECTIONS THAT AFFECT THE VERTICAL AND LATERAL LOAD SYSTEMS OF THE 
STRUCTURE AND TO REVIEW SCHEDULING OF THE REQUIRED OBSERVATIONS. 

4. THE STRUCTURAL OBSERVER SHALL PERFORM SITE VISITS AT THOSE STEPS IN THE PROGRESS OF THE WORK THAT 
ALLOW FOR CORRECTION OF DEFICIENCIES WITHOUT SUBSTANTIAL EFFORT OR UNCOVERING OF THE WORK INVOLVED. 
AT A MINIMUM, THE FOLLOWING SIGNIFICANTY CONSTRUCTION STAGES REQUIRE A SITE VISIT AND AN OBSERVATION 
REPORT FROM THE STRUCTURAL OBSERVER

CONSTRUCTION STAGES ELEMENTS/CONNECTIONS TO BE OBSERVED

FOUNDATIONS REINF/CONC/ANCHOR BOLTS
CMU WALLS REINF/EMBEDS
BUILDING FRAMING FRAMING/CONNECTIONS/HOLDOWNS/SHEATHING/NAILING
PT CONCRETE SLABS REINF/EMBEDS/TENDON ORDINATE

5. THE STRUCTURAL OBSERVER SHALL PREPARE A REPORT FOR EACH SIGNIFICANT STATE OF CONSTRUCTION 
OBSERVERD. A COPY OF THE OBSERVATION REPORT SHALL BE SENT TO THE OWNER, CONTRACTOR AND INSPECTOR 
OF RECORD (IOR).

STRUCTURAL OBSERVATIONS

1. THE FOLLOWING ELEMENTS OF CONSTRUCTION SHALL HAVE CONTINUOUS INSPECTION BY A PROJECT INSPECTOR 
APPROVED BY THE JURISDICTION.

A. CONCRETE.

B. BOLTS INSTALLED IN CONCRETE.

C. PLACING OF REINFORCING STEEL.

D. ALL STRUCTURAL WELDING, INCLUDING REINFORCING STEEL.

E. EXPANSION ANCHORS.

F. EPOXY ANCHORS.

G. POWDER ACTUATED FASTENERS/SHOT PINS.

H. HIGH STRENGTH BOLTS.

I. SEE GEOTECHNICAL ENGINEER'S REPORT FOR SPECIFIC INSPECTION REQUIREMENTS BY A SOILS ENGINEER 
REPRESENTATIVE.

J. NDT TEST OF ALL CJP GROOVE WELDS.

2. ALL SPECIAL INSPECTIONS SHALL BE PERFORMED IN ACCORDANCE WITH THE REQUIREMENTS OF SECTION 1704 OF THE 
CODE AND ANY ADDITIONAL REQUIREMENTS STATED IN THESE DRAWINGS AND/OR THE PROJECT SPECIFICATIONS.

3. THE FOLLOWING SPECIAL INSPECTIONS SHALL CONFORM TO THE REQUIREMENTS OF CHAPTER 17, SECTION 1705 OF 
THE CODE:

A. SPECIAL INSPECTIONS AND TESTS OF MASONRY CONSTRUCTION SHALL BE PERFORMED IN ACCORDANCE WITH THE 
QUALITY ASSURANCE PROGRAM REQUIREMENTS OF TMS 402 AND TMS 602.

B. PERIODIC SPECIAL INSPECTION IS REQUIRED FOR NAILING, BOLTING, ANCHORING AND OTHER FASTENING OF 
ELEMENTS OF THE SEISMIC FORCE-RESISTING SYSTEM, INCLUDING WOOD SHEAR WALLS, WOOD DIAPHRAGMS, 
DRAG STRUTS, BRACES, SHEAR PANELS AND HOLD-DOWNS WHERE FASTENER SPACING OF SHEATHING IS AT OR 
LESS THAN 4” OC.

C. PERIODIC SPECIAL INSPECTION IS REQUIRED FOR THE ERECTION AND FASTENING OF EXTERIOR CLADDING, 
INTERIOR AND EXTERIOR NONBEARING WALLS AND INTERIOR AND EXTERIOR VENEER IN STRUCTURES ASSIGNED 
TO SEISMIC DESIGN CATEGORY D, E OR F.

D. PERIODIC SPECIAL INSPECTION IS REQUIRED FOR ANCHORAGE OF ACCESS FLOORS IN STRUCTURES ASSIGNED TO 
SEISMIC DESIGN CATEGORY D, E OR F.

E. PERIODIC SPECIAL INSPECTION IS REQUIRED FOR PLUMBING, MECHANICAL AND ELECTRICAL COMPONENTS AS 
DEFINED IN CHAPTER 17, SECTION 1705 OF THE CODE.

SPECIAL INSPECTIONS

1

1

1. TEST AND INSPECTIONS SHALL CONFORM TO THE REQUIREMENTS OF CHAPTER 17, SECTION 1704 OF THE CODE.

2. CHANGES TO THE APPROVED DRAWINGS AND SPECIFICATIONS SHALL BE MADE BY AN ADDENDA OR CHANGE ORDER 
APPROVED BY THE COUNTY.

3. A PROJECT INSPECTOR EMPLOYED BY THE OWNER AND APPROVED BY THE COUNTY SHALL PROVIDE CONTINUOUS 
INSPECTION OF THE WORK. THE DUTIES OF THE INSPECTOR ARE DEFINED IN SECTION 4-342, PART 1, TITLE 24 
CALIFORNIA CODE OF REGULATIONS.

TEST AND INSPECTION REQUIREMENTS

1

TABLE 1 - REQUIRED SPECIAL INSPECTIONS

INSPECTION

SOILS

SYSTEM OR MATERIAL

1. VERIFY MATERIALS BELOW FOOTINGS ARE 
ADEQUATE TO ACHIEVE THE DESIGN BEARING 
CAPACITY

2. VERIFY EXCAVATIONS ARE EXTENDED TO PROPER 
DEPTH AND HAVE REACHED PROPER MATERIAL

3. PERFORM CLASSIFICATION AND TESTING OF 
CONTROLLED FILL MATERIALS

4. VERIFY USE OF PROPER MATERIALS, DENSITIES 
AND LIFT THICKNESS DURING PLACEMENT AND 
COMPACTION OF CONTROLLED FILL 

5. PRIOR TO PLACEMENT OF COMPACTED FILL, 
INSPECT SUBGRADE AND VERIFY THAT SITE HAS 
BEEN PREPARED PROPERLY

CODE
REFERENCE

REMARKS

PERIODIC

CONTINUOUS

GEOTECHNICAL 
REPORT

1705.6 BY THE GEOTECHNICAL ENGINEER

TABLE 1 (CONT.) - REQUIRED STRUCTURAL SPECIAL INSPECTIONS

INSPECTION
SYSTEM OR MATERIAL

INSPECTION 
TYPE

CODE
REFERENCE

REFERENCED 
STANDARDS

REFERENCED 
STANDARDS

INSPECTION 
TYPE

PERIODIC

PERIODIC

PERIODIC

MASONRY - LEVEL B QUALITY ASSURANCE

VERIFY COMPLIANCE WITH APPROVED SUBMITTALS

AS MASONRY CONSTRUCTION BEGINS

A. PROPORTIONS OF SITE-PREPARED MORTAR

B. CONSTRUCTION OF MORTAR JOINTS

C. GRADE AND SIZE OF PRESTRESSING TENDONS AND 
ANCHORAGES

D. LOCATION OF REINFORCEMENT, CONNECTORS, AND 
PRESTRESSING TENDONS AND ANCHORAGES

E. PRESTESSING TECHNIQUE

F. PROPERTIES OF THIN-BED MORTAR FOR ACC 
MASONRY

PRIOR TO GROUTING

A. GROUT SPACE

B. GRADE, TYPE, AND SIZE OF REINFORCEMENT AND 
ANCHOR BOLTS, AND PRESTRESIGN TENDONS AND 
ANCHORAGES

C. PLACEMENT OF REINFORCEMENT, CONNECTORS, 
AND PRESTRESSING TENDONS AND ANCHORAGES

D. PROPORTIONS OF SITE-PREPARED GROUT AND 
PRESTRESSING GROUT FOR BONDED TENDONS

E. CONSTRUCTION OF MORTAR JOINTS

VERIFY DURING CONSTRUCTION:

A. SIZE AND LOCATION OF STRUCTURAL ELEMENTS

B. TYPE, SIZE, AND LOCATION OF ANCHORS, 
INCLUDING OTHER DETAILS OF ANCHORAGE OF 
MASONRY TO STRUCTURAL MEMBERS, FRAMES, OR 
OTHER CONSTRUCTION

C. WELDING OF REINFORCEMENT

D. PREPARATION, CONSTRUCTION, AND PROTECTION 
OF MASONRY DURING COLD WEATHER (BELOW 40° 
F) OR HOT WEATHER (ABOVE 90° F)

E. APPLICATION AND MEASUREMENT OF 
PRESTRESSING FORCE

F. PLACEMENT OF GROUT AND PRESTRESSING GROUT 
FOR BONDED TENDONS IN COMPLIANCE

G. PLACEMENT OF ACC MASONRY UNITS AND 
CONSTRUCTION OF THIN-BED MORTAR JOINTS

H. OBSERVE PREPARATION OF GROUT SPECIMENTS, 
MORTAR SPECIMENS, AND/OR PRISMS.

TMS 602 1.5

TMS 602 2.1 & 2.6A

TMS 602 3.3B

TMS 602 2.4B & 2.4H

TMS 602 3.4 & 3.6A

TMS 602 3.6B

TMS 602 2.1C

TMS 602 3.2D & 3.2F

TMS 602 2.4 & 3.4
TMS 402 6.1

TMS 602 3.2, 3.4, & 3.6A
TMS 402 4.2 6.1, 6.2.1, 

6.2.6, & 6.2.7

TMS 602 2.6B & 
2.4G.1.b

TMS 602 3.3B

TMS 602 3.3F

TMS 402 1.2.1(e), 
6.1.4.3, & 6.2.1

TMS 402 8.1,.6.7.2, 
9.3.3.4(c) & 11.3.3.4(b)

TMS 602 1.8C & 1.8D

TMS 602 3.6B

TMS 602 3.5B & 3.6C

TMS 602 3.3B.9 & 
3.3F.1.b

TMS 602 1.4B.2.a.3, 
1.4B.2.b.3, 1.4b.2.c.3, 

1.4B.3, & 1.4B.4

PERIODIC INSPECTION AFTER 
THE FIRST 5,000 SQUARE FEET.

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

CONTINUOUS

CAST-IN-PLACE DEEP FOUNDATION ELEMENTS

1. INSPECT DRILLING OPERATIONS AND MAINTAIN 
COMPLETE AND ACCURATE RECORDS FOR EACH 
ELEMENT.

2. VERIFY PLACEMENT LOCATIONS AND PLUMBNESS, 
CONFIRM ELEMENT DIAMETERS, BELL DIAMETERS 
(IF APPLICABLE), LENGTHS, EMBEDMENT INTO 
BEDROCK (IF APPLICABLE), AND ADEQUATE END-
BEARING STRATA CAPACITY.  RECORD CONCRETE 
OR GROUT VOLUMES.

3. FOR CONCRETE ELEMENTS, PERFORM TESTS AND 
ADDITIONAL SPECIAL INSPECTIONS IN ACCORDANCE 
WITH SECTIONS 1705.3.

CONTINUOUS

CONTINUOUS

GEOTECHNICAL 
REPORT

1705.8

1705.3

BY GEOTECHNICAL ENGINEER

CONCRETE

1. INSPECT REINFORCEMENT, INCLUDING 
PRESTRESSING TENDONS AND VERIFY PLACEMENT

2. REINFORCING BAR WELDING

A. VERIFY WELDABILITY OF REINFORCING BARS 
OTHER THAN ASTM A706

B. INSPECT SINGLE-PASS FILLET WELDS, MAXIMUM 
5/16"

C. INSPECT ALL OTHER WELDS

3. INSPECT ANCHORS CAST IN CONCRETE

4. INSPECT ANCHORS POST-INSTALLED IN HARDENED 
CONCRETE MEMBERS.

A. ADHESIVE ANCHORS INSTALLED IN 
HORIZONTALLY OR UPWARDLY INCLINED 
ORIENTATION TO RESIST SUSTAINED TENSION 
LOADS.

B. MECHANICAL ANCHORS AND ADHESIVE NOT 
DEFINED IN 4A.

5. VERIFY USE OF REQUIRED DESIGN MIX

6. PRIOR TO CONCRETE PLACEMENT, FABRICATE 
SPECIMENS FOR STRENGTH TEST, PERFORM SLUMP 
AND AIR CONTENT TESTS, AND DETERMINE 
TEMPERATURE OF CONCRETE.

7. INSPECT CONCRETE AND SHOTCRETE PLACEMENT 
FOR PROPER APPLICATION TECHNIQUES.

8. VERIFY MAINTENANCE OF SPECIFIED CURING 
TEMPERATURE AND TECHNIQUES.

9. INSPECT PRESTRESSED CONCRETE FOR:

A. APPLICATION OF PRESTRESSING FORCES; AND 

B. GROUTING OF BONDED PRESTRESSING 
TENDONS.

10. INSPECT ERECTION OF PRECAST CONCRETE 
MEMBERS.

11. VERIFY IN-SITU CONCRETE STRENGTH, PRIOR TO 
STRESSING OF TENDONS IN POST-TENSIONED 
CONCRETE AND PRIOR TO REMOVAL OF SHORES AND 
FORMS FROM BEAMS AND STRUCTURAL SLABS.

12. INSPECT FORMWORK FOR SHAPE, LOCATION, AND 
DIMENSIONS OF CONCRETE MEMBER BEING FORMED.

13. INSPECT INSTALLATION OF MECHANICAL COUPLING 
DEVICES.

ACI 318 CHAPTER 20, 
25.2 - 25.3,

26.6.1 - 26.6.3

TOLERANCE AND REINFORCING 
PLACEMENT PER ACI 318, SECTION 26.6.2

ACI 318 26.6.4
AWS D1.4, SECTION 7

VISUALLY INSPECT ALL WELDS.
MATERIAL VERIFICATION OF 
REINFORCING STEEL FOR WELDING 
(CERTIFIED MILL TEST REPORTS), 
VERIFICATION OF WELD FILLER METALS, 
USE OF PROPER WPS'S AND WELDER 
QUALIFICATIONS

1705.3
1908.4

1705.3

ACI 318 17.8.2

PERIODIC

PERIODIC

CONTINUOUS

INSPECTION REQUIREMENTS PER ICC 
EVALUATION REPORT.

VERIFY THAT ADHESIVE ANCHORS 
INSTALLED IN HORIZONTALLY OR 
UPWARDLY INCLINED ORIENTATION ARE 
INSTALLED BY CERTIFIED INSTALLERS.

ACI 318 17.8.2.4

ACI 318 17.8.2

1904.1, 1904.2, 
1908.2, 1908.3

ACI 318 CH 19, 
24.4.3, 26.4.4

CONTINUOUS

CONTINUOUS

CONTINUOUS

CONTINUOUS

ASTM C172
ASTM C31

ACI 318 26.4, 26.12

ACI 318 26.5

ACI 318 26.5.3 - 26.5.5

ACI 318 26.10

ACI 318 26.8

ACI 318 26.11.2

ACI 318 26.11.1.2(b)

1908.10

1904.6, 1908.7, 
1908.8

1908.9

VERIFY THAT ALL MIXES USED COMPLY 
WITH APPROVED CONSTRUCTION 
DOCUMENTS AND REFERENCED CODES 
AND STANDARDS

ICC EVALUATION 
REPORT

VERIFY GRADE AND SIZE OF 
REBAR BEING SPLICED, COUPLER 
IDENTIFICATION AND POSITION, 
AND INSTALLATION OF COUPLER

PERIODIC

PERIODIC

CONTINUOUS

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

PERIODIC

SEE REQURIED CONCRETE 
SPECIAL INSECTIONS AND 
TESTS IN TABLES 1 AND 2

CONTINUOUS

TABLE 2 - REQUIRED TESTING FOR SPECIAL INSPECTIONS

TESTING

GEOTECHNICAL

SYSTEM OR MATERIAL REMARKS
CODE

REFERENCE
REFERENCED 
STANDARDS

FILL IN-PLACE DENSITY OR PREPARED SUBGRADE 
DENSITY

BY GEOTECHNICAL ENGINEERASTM D1557

BY GEOTECHNICAL ENGINEER

CLASSIFICATION AND 
TESTING OF 

CONTROLLED FILL 
MATERIAL

MATERIAL VERIFICATION

CONCRETE

CONCRETE STRENGTH ASTM C39

CONCRETE SLUMP ASTM C143

CONCRETE AIR CONTENT ASTM C231

CONCRETE TEMPERATURE ASTM C1064

FABRICATE SPECIMENS AT TIME 
FRESH CONCRETE IS PLACED. TEST 
EACH 150 CY NOR LESS THAN EACH 
5000 SF OF SLAB OR WALL PLACED 
EACH DAY

MASONRY

ASTM C62
ASTM C216
ASTM C652
ASTM C476
ASTM C55
ASTM C90

COMPRESSIVE STRENGTH BY UNIT STRENGTH METHOD

COMPRESSIVE STRENGTH BY PRISM TEST METHOD ASTM C1314

PRIOR TO THE START OF 
CONSTRUCTION 
FOR LEVEL B QUALITY ASSURANCE

TESTING EVERY 5,000 SF DURING 
CONSTRUCTION 
FOR LEVEL C QUALITY ASSURANCE

1705.6

1903
1705.3

UNIT WEIGHT OF FRESH STRUCTURAL LIGHTWEIGHT 
CONCRETE

ASTM C567

SHOTCRETE STRENGTH
1910.5
1910.10

ASTM C39

SPECIMEN TAKEN FROM THE IN-PLACE 
OR FROM TEST PANELS. EACH 50 CY 
NOR LESS THAN EACH 5000 SF OF WALL 
PLACED EACH SHIFT

FLOOR FLATNESS AND LEVELNESS ASTM E1155 TEST WITHIN 24 HOURS OF FINISHING

VERIFICATION OF SLUMP FLOW AND VISUAL STABILITY 
INDEX (VSI) AS DELIVERED TO THE PROJECT SITE FOR 
SELF-CONSOLIDATING GROUT

ASTM C1611

TABLE 1 (CONT.)  -  REQUIRED SPECIAL INSPECTIONS

INSPECTION
SYSTEM OR MATERIAL

CODE
REFERENCE

REMARKS
REFERENCED 
STANDARDS

INSPECTION 
TYPE

STRUCTURAL WOOD

1. HIGH LOAD DIAPHRAGMS

2. METAL-PLATE CONNECTED WOOD 
TRUSSES SPANNING 60 FEET OR 
GREATER

3. FIELD GLUING OF ELEMENTS OF 
THE WIND OR SEISMIC FORCE 
RESISTING SYSTEM

4. NAILING, BOLTING, ANCHORING, OR 
OTHER FASTENING ELEMENTS OF 
THE MAIN WIND OR SEISMIC FORCE 
RESISTING SYSTEM

VERIFY THICKNESS AND GRADE OF 
SHEATHING, SIZE OF FRAMING MEMBERS 
AT PANEL EDGES, NAIL DIAMETERS AND 
LENGTH, AND THE NUMBER OF FASTENER 
LINES AND THAT FASTENER SPACING IS 
PER APPROVED CONTRACT DOCUMENTS.

VERIFY THAT THE TEMPORARY INSTALLATION 
RESTRAINT/BRACING AND PERMANENT 
INDIVIDUAL TRUSS MEMBER RESTRAINT/BRACING 
ARE INSTALLED IN ACCORDANCE WITH THE 
APPROVED TRUSS SUBMITTAL PACKAGE.

PERIODIC

PERIODIC

INCLUDES CONNECTORS FOR SHEARWALL 
SHEATHING, FLOOR/ROOF SHEATHING, DRAG 
STRUTS/COLLECTORS, BRACES, HOLD DOWNS, 
ROOF AND FLOOR FRAMING CONNECTIONS TO 
EXTERIOR WALLS.

PERIODIC

CONTINUOUS

1705.5.1

1705.5.2

1705.12.2

DESIGNATED SEISMIC SYSTEM

EXAMINE DESIGNATED SEISMIC SYSTEMS 
REQUIRING QUALIFICATION IN ACCORDANCE 
WITH SECTION 13.2.2 OF ASCE 7 AND VERIFY 
THAT THE LABEL, ANCHORAGE, AND MOUNTING 
CONFORM TO THE CERTIFICATE OF COMPLIANCE

PERFORM
1705.12.41. DESIGNATED SEISMIC SYSTEM

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a

ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a
ti
o
n
_

S
tr

u
c
t.
rv

t

SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-005

GENERAL

STRUCTURAL

NOTES

895.01

08/23/2023

Author

Checker

1

No. Description Date

1 PC1 12-15-2023

 
 
 
 

rtoro
Snapshot

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



1

C

B

2 4.4 5 9.1 15

A

D

E

G

J

K.1

L

M

2.1 2.2 3 3.1 4 4.1 4.2 4.3 6 7 8 9 10 11 12 13 1413.2 14.1 15.1

N

K

H

F

A.1

B.1

B.2

B.3

C.1

5.1

0"

13.1

SEE SHEET

SEE SHEET

S-100A

S-100B

SEE SHEET

SEE SHEET

S-100A

S-100B

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a

ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a
ti
o
n
_

S
tr

u
c
t.
rv

t

SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-100

OVERALL

FOUNDATION

PLAN

895.01

08/23/2023

SCALE :  3/32" = 1'-0"1
OVERALL FOUNDATION PLAN N

No. Description Date

 
 
 
 

rtoro
Snapshot

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



S S

1

C

B

2 5 15

A

D

E

G

J

L

3 4 6 7 8 9 10 11 12 13 14 15.1

K

H

F

12" CMU WALL (FULLY 
GROUTED), TYP
SEE NOTE 8

CONCRETE COLUMN, 
TYP 

8" INTERIOR BEARING CMU 
WALL (FULLY GROUTED), 
TYP

SEE SHEET S-100B

5" CONCRETE SOG (SEE 
NOTE 7) OVER  MAT 
FOUNDATION PER 

5.1

5" CONCRETE SOG (SEE 
NOTE 7) OVER  MAT 
FOUNDATION PER

12" BEARING CMU 
WALL (FULLY GROUTED)

12" BEARING CMU 
WALL (FULLY GROUTED)

MATCHLINE

SEE SHEET S-100B

MATCHLINE

4

S-302

AT ELEVATOR 
PIT

1D

S-404

2

S-210

3

S-210

1

S-210

4

S-210

5

S-210

1

S-211

4

S-211

5

S-211

3

S-211

6

S-211

2

S-211

S-304

1

1D

S-404

1C

S-404

6" CONC SLAB OVER 
STRUCTURAL FOAM

2

S-250

1

S-250

4

S-250

CMU PILASTER 
PER             

RETAINING 
WALL PER CIVIL

RETAINING 
WALL PER                 

4

S-212

5

S-350

5

S-210

SIM

S-911

1
AT STAIR

S-910

1
AT STAIR

4

S-302

AT BIOPOD PIT, 
SIM TO 
ELEVATOR PIT

CMU PILASTER 
PER             /2 S-402

1

CMU PILASTER 
PER             /2 S-402

1

CMU PILASTER 
PER             /2 S-402

1

CMU PILASTER 
PER             /2 S-402

CMU PILASTER 
PER             /2 S-402

1

/2 S-402

CMU PILASTER 
PER             /2 S-402

1
CMU PILASTER 
PER             /2 S-402

1

24" CONCRETE MAT
FOUNDATION 
W/ #8 @ 12" OC EA WAY T&B

7
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7
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S-100R
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1' - 2 3/4"
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(FULLY GROUTED)
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2
 1

/2
"

3' - 5 5/16"

2
 1

/2
"

S-100R
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(FULLY GROUTED)
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1 1

TYP ALL 
COLS

21" CONCRETE MAT 
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S-403
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TYPICAL FOUNDATION PLAN NOTES:

1. FOR GENERAL STRUCTURAL NOTES, SEE SHEETS S-001 TO S-003.
2. SEE ARCHITECTURAL DRAWINGS FOR SLOPES, DRAINS, CURBS, ELEVATIONS 

AND DIMENSIONS NOT SHOWN ON STRUCTURAL PLANS.
3. SEE S-30X SERIES FOR FOUNDATION, CONCRETE, AND PT DETAILS.
4. SEE S-40X SERIES FOR METAL STUD PARTITION WALL DETAILS.
5. SEE S-50X SERIES FOR CMU DETAILS.
6. SEE S-60X SERIES FOR WOOD DETAILS.
7. SLAB ON GRADE W/ #5 @ 16" OC EW. SAW-CUT PER DETAIL 
8. BACKFILL RETAINING WALL AFTER PT SLAB AND CONNECTING POUR               

STRIP HAVE BEEN POURED AND CURED.  SEE CIVIL DRAWINGS FOR REQUIRED 
DRAINAGE AROUND PERIMETER RETAINING WALL. 
HEAVY CONSTRUCTION EQUIPMENT SHALL NOT BE PLACED OR OPERATED 
WITHIN 10 FEET OF RETAINING WALL WITHOUT SEOR REVIEW.

/4 S-301.

FOUNDATION PLAN LEGEND:

INDICATES TOP OF STRUCTURAL CONCRETE ELEVATION.
SEE ARCHITECTURAL DRAWING FOR TOP OF SOG AND 
TOP OF MAT FOUNDATION ELEVATION

EL =XXX'-XXX"

INDICATES FLOOR ELEVATION CHANGE.

INDICATES FLOOR SLOPE. FOR SLOPE, SEE 
ARCHITECTURAL DRAWINGS.

INDICATES CURB. SEE ARCHITECTURAL
DRAWINGS FOR CURB HEIGHT & WIDTH.

INDICATES STEP FOOTING, SEE

INDICATES CMU SHEAR WALL PER PLAN. SEE 
ELEVATIONS ON S-200 SERIES SHEETS.

INDICATES CONCRETE COLUMN, SEE PLAN AND SCHEDULE.

/1 S-301

Cx

INDICATED BUILT-UP SLAB DETAIL OVER FOAM PER              .

INDICATES CMU BEARING WALL PER PLAN.
SEE ELEVATIONS ON            SERIES SHEETS.S-200

INDICATES NON-BEARING METAL STUD WALL PER 
PLAN. SEE DETAILS AND ELEVATIONS ON S-500 
SERIES SHEETS.

/6 S-301
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TYPICAL FOUNDATION PLAN NOTES:

1. FOR GENERAL STRUCTURAL NOTES, SEE SHEETS S-001 TO S-003.
2. SEE ARCHITECTURAL DRAWINGS FOR SLOPES, DRAINS, CURBS, ELEVATIONS 

AND DIMENSIONS NOT SHOWN ON STRUCTURAL PLANS.
3. SEE S-30X SERIES FOR FOUNDATION, CONCRETE, AND PT DETAILS.
4. SEE S-40X SERIES FOR METAL STUD PARTITION WALL DETAILS.
5. SEE S-50X SERIES FOR CMU DETAILS.
6. SEE S-60X SERIES FOR WOOD DETAILS.
7. SLAB ON GRADE W/ #5 @ 16" OC EW. SAW-CUT PER DETAIL 
8. BACKFILL RETAINING WALL AFTER PT SLAB AND CONNECTING POUR               

STRIP HAVE BEEN POURED AND CURED.  SEE CIVIL DRAWINGS FOR REQUIRED 
DRAINAGE AROUND PERIMETER RETAINING WALL. 
HEAVY CONSTRUCTION EQUIPMENT SHALL NOT BE PLACED OR OPERATED 
WITHIN 10 FEET OF RETAINING WALL WITHOUT SEOR REVIEW.

/4 S-301.

FOUNDATION PLAN LEGEND:

INDICATES TOP OF STRUCTURAL CONCRETE ELEVATION.
SEE ARCHITECTURAL DRAWING FOR TOP OF SOG AND 
TOP OF MAT FOUNDATION ELEVATION

EL =XXX'-XXX"

INDICATES FLOOR ELEVATION CHANGE.

INDICATES FLOOR SLOPE. FOR SLOPE, SEE 
ARCHITECTURAL DRAWINGS.

INDICATES CURB. SEE ARCHITECTURAL
DRAWINGS FOR CURB HEIGHT & WIDTH.

INDICATES STEP FOOTING, SEE

INDICATES CMU SHEAR WALL PER PLAN. SEE 
ELEVATIONS ON S-200 SERIES SHEETS.

INDICATES CONCRETE COLUMN, SEE PLAN AND SCHEDULE.

/1 S-301

Cx

INDICATED BUILT-UP SLAB DETAIL OVER FOAM PER              .

INDICATES CMU BEARING WALL PER PLAN.
SEE ELEVATIONS ON            SERIES SHEETS.S-200

INDICATES NON-BEARING METAL STUD WALL PER 
PLAN. SEE DETAILS AND ELEVATIONS ON S-500 
SERIES SHEETS.
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MARK
TOP BAR

(# OF BAR x LENGTH "L" x SPACING)
NOTES

T1 -(2) #8

T2 -(3) #8 x 20'-0"

T3 HOOKED BAR, SEE NOTE #6#8 x 4'-6" x 24" OC

MARK
BOTTOM  BAR

(# OF BAR x LENGTH "L" x SPACING)
NOTES

-

B2 (6) #8 x 12' - 0"

B3 -(9) #8 x 20' - 0"

B1

-

(5) #8 x 20' - 0"

B5 -(14) #8 x 23' - 0"

B6 -#8 x 20' - 0" x 12" OC

B7 (3) #8 x 10' - 0"

B8 #8 x 3' - 6" x 24" OC

B9 -(7) #8

T4 -(6) #8

1

-

B4 (12) #8 x 12' - 0"

HOOKED BAR, SEE NOTE #6

2

HOOKED BAR, SEE NOTE #6

ADDED BAR NOTES:

1. ADDED BAR TO BE SPACED AT 12" OC OR SPACED EQUALLY WITHIN 15 FT WIDTH 
OF SLAB, TYP UNO ON PLAN. ALL ADDED BAR TO BE 60 KSI.

2. IN TYP CONDITIONS, ADDED BAR SHALL BE CENTERED ON THE COLUMN.  NEAR 
THE SLAB EDGE, ADDED BAR SHALL BE SPACED FROM THE SLAB EDGE, TYP UNO

3. WHERE ADDED BAR OCCURS AT OPENINGS AND SLAB EDGE, PROVIDE HOOKED 
BARS, TYP UNO

4. ADDED BAR BETWEEN COLUMNS OR  IN WALL OPENINGS SHALL EXTEND 6" INTO 
THE COLUMN/WALL

5. ALL ADDED REINFORCING IN COLUMN STRIPS SHALL BE DISTRIBUTED EVENLY ON 
EITHER SIDE OF THE COLUMN WHERE POSSIBLE. ALL ADDED REINFORCING IN 
MIDDLE STRIPS SHALL BE DISTRIBUTED EVENLY.

6. HOOKED BAR:
SPECIFIED LENGTH "L" SHOWN IN THE SCHEDULE IS REQUIRED LENGTH FROM 
THE FACE OF THE WALL OR, COLUMN, OR COLD JOINT AND NEEDS TO EXTEND 
INTO THE OTHER FACE OF THE WALL OR COLUMN.

7. ALL REINFORCING SHALL BE PLACED AS FOLLOWS:

A. NORTH-SOUTH DIRECTION INNER LAYER TOP & BOTTOM.
B. EAST-WEST DIRECTION OUTER LAYER TOP & BOTTOM.

8. WHERE ADDED BAR OCCURS AT COLUMNS, A MINIMUM OF (2) BARS SHALL GO 
THROUGH THE COLUMN CORE.

2" CLR, 4" MAX

"L
e

x
t"

"L"

OUTER FACE OF 
WALL OR COLUMN

INNER FACE OF WALL, 
COLUMN, OR COLD 
JOINT WHERE OCCURS

700 S Flower, Suite 2100

Los Angeles, CA 90017
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PLAN NOTES:

1. FOR SYMBOLS AND ABBREVIATIONS, SEE SHEET           .
FOR GENERAL NOTES, SEE SHEETS           THRU           .
FOR SOLID TYPICAL WOOD DETAILS, SEE SERIES           .

2. VERIFY ALL DIMENSIONS, ELEVATIONS, FINISH SURFACE, SLOPES, DRAINS, 
SLAB DEPRESSIONS, ETC. WITH ARCHITECTURAL DRAWINGS, PRIOR TO START 
OF CONSTRUCTION.

3. FOR LOCATION AND EXTENT OF EXTERIOR WALL ASSEMBLIES AND OPENINGS, 
SEE ARCHITECTURAL DRAWINGS.

4. SPECIFICATIONS AND DETAILING OF ALL WATERPROOFING AND DRAINAGE 
ITEMS, ALTHOUGH INDICATED ON THE STRUCTURE DRAWINGS FOR GENERAL 
INFORMATION PURPOSES ONLY, ARE THE DESIGN AND RESPONSIBILITY OF 
OTHERS.

5. VERIFY ELEVATOR OPENINGS WITH ELEVATOR MANUFACTURER PRIOR TO 
CONSTRUCTION.

6. HOLDOWN CONNECTORS SHALL BE RETIGHTENED JUST PRIOR TO 
ENCLOSURE.

7. ORIENTED STRAND BOARD MAY BE SUBSTITUTED FOR PLYWOOD FOR 
INTERIOR SHEATHING NOT EXPOSED TO MOISTURE ONLY.

8. ALL NON-STRUCTURAL WALLS SHALL BE PER ARCHITECTURAL DRAWINGS.

9. SEE SHEETS S-102S, S-103S, AND S-104S FOR DIAPHRAGM/SHEATHING 
INFORMATION. AT ALL BEAMS, JOISTS, AND BLOCKING ALONG SHEAR WALL 
LINES, PROVIDE BOUNDARY NAILING PER 1/S-608.
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TYPICAL WOOD POST SCHEDULE

MARK WOOD POST REMARKS

P1 4x6 DF No. 1

P2 4x8 DF No. 1

P3 6x6 DF No. 1

P4 6x8 DF No. 1

P5 3.5" x 7" 1.8E PARALLAM PSL

P6 5.25" x 7" 1.8E PARALLAM PSL

P7 7" x 7" 1.8E PARALLAM PSL
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1 2
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INDICATES NON-STRUCTURAL 
PARTITION WALLS PER ARCH. SEE 
SCHEDULE ON

INDICATES STRUCTURAL STUD WALL SEE 
SCHEDULES ON            SERIES SHEETS.
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#

P#

INDICATES WOOD POST ABOVE.
SEE PLAN AN POST SCHEDULE, 
TYPICAL.OR

INDICATES WOOD POST OR STEEL 
COLUMN BELOW

X' - X"
INDICATES STRUCTURAL SHEARWALL 
TYPE AND LENGTH ABOVE SEE            
SERIES SHEETS.

S-600

S-606

INDICATES 
STRUCTURAL STUD 
WALL WITH DOOR 
HEADER SEE 
SCHEDULES 
ON              , UNO./4 S-601

INDICATES 
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WALL WITH FLUSH 
DOOR HEADER OR 
FLUSH BEAM, SEE 
SCHEDULES 
ON              , UNO./4 S-600
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(B
)

P(B
)

OR

S-601

INDICATES STRUCTURAL CMU BELOW.

# INDICATES HOLDOWN POST AND 
HOLDOWN PER SCHEDULE ON           .
T&B, INDICATES TOP AND BOTTOM
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  C

#
INDICATES STEEL COLUMN ABOVE.
SEE PLAN AN POST SCHEDULE, 
TYPICAL.

INDICATES
DRAG STRAP
PER SCHEDULE
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T# x #'-#"

INDICATES STRAP
LENGTH IF DIFFERENT 
THAN DETAIL

/5 S-611

HDR (L)

HDR

INDICATES  BUILT-UP SLAB PER /6 S-301

INDICATES DEPRESSION ON CONCRETE TOP 
OF SLAB 

INDICATES
STEPPED
FOOTING 
PER /5 S-611

INDICATES DEPRESSION IN WOOD FRAMING 

INDICATES ROOF 
TOP SAFETY TIE-
BACK PER /2 S-800

R* INDICATES SPECIAL CONNECTION PER:
5/S-607 AT CONDITIONS WITH NO CMU WALL BELOW
6/S-607 AT CONDITIONS WITH CMU WALL BELOW
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1
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1

POST-TENSIONED REINFORCING PLAN NOTES:

1. SEE SHEET S201-N FOR GENERAL PLAN NOTES.

2. FOR TYPICAL POST TENSIONED DETAILS, SEE SHEETS  S-3XX SERIES SHEETS

3. PROVIDE AT LEAST (2) TENDONS PASSING THROUGH COLUMN CORE IN EACH DIRECTION PER  
DETAIL

4. INDICATES POST TENSIONED DEAD END.

5. INDICATES POST TENSIONED STRESSING END.

6. INDICATES DISTANCE FROM BOTTOM OF SLAB TO CENTER OF GRAVITY  OF POST 
TENSIONED TENDONS.

7. INDICATES INTERMEDIATE STRESSING ANCHORAGE. LOCATE AT CENTER OF 
GRAVITY OF SLAB.

8. INDICATES LOCATION OF POUR STRIP. REF. DETAILS ON 
DO NOT CAST CLOSURE CONCRETE UNTIL YOUNGEST ADJACENT CONCRETE IS A 
MIN OF 56 DAYS OLD.

9. INDICATES EFECTIVE FORCE FOR CONTINUOUS BANDED POST OR DISTRIBUTED 
TENSIONED TENDONS (KIPS).

11. INDICATES STEP IN ELEVATION.

12. INDICATES SLOPE

13. INDICATES  BUILT-UP SLAB PER

14. PARTIAL HEIGHT CMU PLANTER WALL.

15. INDICATES DEPRESSION IN TOP OF SLAB.

16. INDICATES PT BEAM PER ELEVATIONS ON            & 

Fe

/1 S-309

/6 S-301

PTX-X S-311 S-312

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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16" POST TENSIONED 
CONCRETE PODIUM SLAB. SEE 

S-101AR FOR REINFORCING 
PLAN & S-101AT FOR POST 

TENSIONING PLAN

P7

C
1

P7

P3

P6
P1

6" SOG W/ #5 @ 16" OC 
EA WAY SAW-CUT PER 

DETAIL 4/S-301

30" DEEP, 12" WIDE PT 
BEAM BELOW (SPANS 
OPENING, EXTENDS 14" 
BELOW PT SLAB) 
PER              

5.1 13.1

C
1

P7

C
1

P7

P7

C
1

P7

P7P7

P7

P7
C
1

C
1

P7
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P5P5P7

P7

P5

P1

P3 P3

P1P1P1 P1
P4

P4
P4

R*

14141414

14

14

19

P7

SEE SHEET S-101A

MATCHLINE

SEE SHEET S-101A

MATCHLINE

16" POST TENSIONED 
CONCRETE PODIUM 

SEE S-101BR FOR 
REINFORCING PLAN & 

S-101BT FOR POST 
TENSIONING PLAN 

P7

P7 P7

P7
14 P7 P7 P7 P7 P7

14

1414

14 R*2

5

555

19

191919
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11
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14

14

P7
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444

4

P1

5

P5

P5

P7 P5

5

NON-BEARING CMU 
WALL ABOVE
PER               SIM

P7

PT-X

3C

S-607

3B

S-607

2A

S-620

TP TP

TPTP

TP TP

TPTP

/1 S-405

4

S-405

1

S-405
1

S-405

1

S-405

2" GAP FILLED 
WITH FOAM

1

1

/4 S-309
1

P4

1

1
1

R*

19

P7
1

2

P7

4

S-403
2

WALL FRAMING LEGEND:

INDICATES NON-STRUCTURAL 
PARTITION WALLS PER ARCH. SEE 
SCHEDULE ON

INDICATES STRUCTURAL STUD WALL SEE 
SCHEDULES ON            SERIES SHEETS.

   
  C

#

P#

INDICATES WOOD POST ABOVE.
SEE PLAN AN POST SCHEDULE, 
TYPICAL.OR

INDICATES WOOD POST OR STEEL 
COLUMN BELOW

S-600

INDICATES 
STRUCTURAL STUD 
WALL WITH DOOR 
HEADER SEE 
SCHEDULES 
ON              , UNO./3 S-600

INDICATES 
STRUCTURAL STUD 
WALL WITH FLUSH 
DOOR HEADER OR 
FLUSH BEAM, SEE 
SCHEDULES 
ON              , UNO./4 S-600

   
  C

(B
)

P(B
)

OR

S-601

P#

   
  C

#
INDICATES STEEL COLUMN ABOVE.
SEE PLAN AN POST SCHEDULE, 
TYPICAL.

HDR (L)

HDR

INDICATES  BUILT-UP SLAB PER /6 S-301

INDICATES DEPRESSION ON CONCRETE TOP 
OF SLAB 

INDICATES
STEPPED
FOOTING 
PER /1 S-302

INDICATES DEPRESSION IN WOOD FRAMING 

INDICATES ROOF 
TOP SAFETY TIE-
BACK PER /2 S-800

1

1 2

2

PLAN NOTES:

1. FOR SYMBOLS AND ABBREVIATIONS, SEE SHEET           .
FOR GENERAL NOTES, SEE SHEETS           THRU           .
FOR SOLID TYPICAL WOOD DETAILS, SEE SERIES           .

2. VERIFY ALL DIMENSIONS, ELEVATIONS, FINISH SURFACE, SLOPES, DRAINS, 
SLAB DEPRESSIONS, ETC. WITH ARCHITECTURAL DRAWINGS, PRIOR TO START 
OF CONSTRUCTION.

3. FOR LOCATION AND EXTENT OF EXTERIOR WALL ASSEMBLIES AND OPENINGS, 
SEE ARCHITECTURAL DRAWINGS.

4. SPECIFICATIONS AND DETAILING OF ALL WATERPROOFING AND DRAINAGE 
ITEMS, ALTHOUGH INDICATED ON THE STRUCTURE DRAWINGS FOR GENERAL 
INFORMATION PURPOSES ONLY, ARE THE DESIGN AND RESPONSIBILITY OF 
OTHERS.

5. VERIFY ELEVATOR OPENINGS WITH ELEVATOR MANUFACTURER PRIOR TO 
CONSTRUCTION.

6. HOLDOWN CONNECTORS SHALL BE RETIGHTENED JUST PRIOR TO 
ENCLOSURE.

7. ORIENTED STRAND BOARD MAY BE SUBSTITUTED FOR PLYWOOD FOR 
INTERIOR SHEATHING NOT EXPOSED TO MOISTURE ONLY.

8. ALL NON-STRUCTURAL WALLS SHALL BE PER ARCHITECTURAL DRAWINGS.

9. SEE SHEETS S-102S, S-103S, AND S-104S FOR DIAPHRAGM/SHEATHING 
INFORMATION. AT ALL BEAMS, JOISTS, AND BLOCKING ALONG SHEAR WALL 
LINES, PROVIDE BOUNDARY NAILING PER 1/S-608.

S-000
S-001 S-003

S-600

TYPICAL WOOD POST SCHEDULE

MARK WOOD POST REMARKS

P1 4x6 DF No. 1

P2 4x8 DF No. 1

P3 6x6 DF No. 1

P4 6x8 DF No. 1

P5 3.5" x 7" 1.8E PARALLAM PSL

P6 5.25" x 7" 1.8E PARALLAM PSL

P7 7" x 7" 1.8E PARALLAM PSL

MARK

C1

HSS POST

HSS5x5x1/4

C2 HSS3x3x3/8

TYPICAL HSS POST 

SCHEDULE

TP 6x6 SEE S-615 

1

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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PERIMETER WALL 

/1 S-309
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T #5 @ 8" OC, TYP

AT POUR STRIP 1
T #5 @ 8" OC, TYP

AT POUR STRIP

ADD (20) #11 @ 24"OC
@ MID-DEPTH

1

ADD (20) #11 @ 24"OC
@ MID-DEPTH

1

9

S-310

9

S-310

A
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D
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#
1
1
 @

 1
2
"O

C
@

 M
ID

-D
E

P
T

H

ADD'L (2) #7 
@ MID DEPTH

1

TYPICAL 2-WAY SLAB REINFORCING INDICATED ON PLAN. SEE DETAIL  
              FOR PLACEMENT.

INDICATES LOCATION OF POUR STRIP.  REF. DETAILS ON               .
DO NOT CAST CLOSURE CONCRETE UNTIL YOUNGEST ADJACENT CONCRETE IS 
A MIN OF 56 DAYS OLD.

INDICATES TRIM BARS. REF                FOR SIZE AND QUANTITY.

INDICATES STEP IN ELEVATION.

INDICATES CURB PER ARCHITECTURAL DRAWINGS.

INDICATES SLOPE.

INDICATES STUD RAILS PER DETAIL               . STUD RAIL TO BE ALIGNED W/ 
BOTTOM OUTER REINF LAYER.

REINFORCING PLAN NOTES:

SEE S-101A FOR GENERAL PLAN NOTES.

ALL REINFORCING NOTED ON PLAN ARE ADDED REINFORCING UNLESS NOTED OTHERWISE.

CENTER ALL ADDED REINFORCING AT WALL AND COLUMN SUPPORTS UNLESS NOTED 
OTHERWISE.

AT LEAST TWO OF THE TOP BARS IN EACH DIRECTION SHALL PASS WITHIN THE COLUMN CORE 
AND SHALL BE HOOKED AT PERIMETER COLUMNS WHERE INTERRUPTED BY THE SLAB EDGE.

HOOK ALL REINFORCING INTERRUPTED BY OPENINGS AND PERIMETER WALLS PER DETAIL

ALL TOP REINFORCING MUST EXTEND 1/3 SPAN BEYOND SUPPORT UNO

SEE DETAIL                FOR PLACEMENT OF REINFORCEMENT SPLICES.

SEE DETAIL                AND                FOR SLAB TO CMU WALL CONNECTION.

SEE DETAIL                FOR TYPICAL REINFORCING AT SLAB CORNERS.

SEE PT TYP DETAILS FOR ADDITIONAL REINFORCING AT TENDON ANCHORAGE.

ALL REINFORCING SHALL BE PLACED AS FOLLOWS:
A. NORTH-SOUTH DIRECTION INNER LAYER TOP & BOTTOM
B. EAST-WEST DIRECTION OUTER LAYER TOP & BOTTOM
C. DRAG REINFORCING TO BE PLACED IN MIDDLE OF SLAB WITH 3'-0" EMBEDMENT IN 

TO CMU WALL BELOW UNO
D. CHORD REINFORCING TO BE PLACED IN THE MIDDLE OF SLAB.

REBAR DESIGNATION AS FOLLOWS:

ADD(9)#8Tx18'-6"

WHERE:

(9) = QUANTITY, #8  =  BAR SIZE, T or B = TOP OR BOTTOM BARS 
18'-6"  =  LENGTH IN FEET-INCHES 

ALL ADDED REINFORCING IN COLUMN STRIPS SHALL BE DISTRIBUTED EVENLY ON EITHER SIDE 
OF THE COLUMN. ALL ADDED REINFORCING IN MIDDLE STRIPS SHALL BE DISTRIBUTED EVENLY.

INSTALL REINFORCED CONCRETE CURB PER                  ALONG EXTERIOR WALLS WHERE 
ADJACENT GRADES ARE HIGHER THAT STRUCTURAL SLAB. SEE DETAILS               AND                
FOR CONDITIONS AT SHALLOW SLAB STEPS AND BUILT-UP SLABS.

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

12.

21.

13.

14.

15.

16.

17.

18.

19.

20.

INDICATES REBAR WITH 90 DEGREE STANDARD HOOK, UNLESS NOTED 
OTHERWISE

X

/1 S-300

/1 S-309

/7 S-305

/1 S-307

/1 S-305

/1 S-309

/8 S-305

/3A S-301
/10 S-306 /6 S-301
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WALL FRAMING LEGEND:

INDICATES NON-STRUCTURAL 
PARTITION WALLS PER ARCH. SEE 
SCHEDULE ON

INDICATES STRUCTURAL STUD WALL SEE 
SCHEDULES ON            SERIES SHEETS.

   
  C

#

P#

INDICATES WOOD POST ABOVE.
SEE PLAN AN POST SCHEDULE, 
TYPICAL.OR

INDICATES WOOD POST OR STEEL 
COLUMN BELOW

S-600

INDICATES 
STRUCTURAL STUD 
WALL WITH DOOR 
HEADER SEE 
SCHEDULES 
ON              , UNO./3 S-600

INDICATES 
STRUCTURAL STUD 
WALL WITH FLUSH 
DOOR HEADER OR 
FLUSH BEAM, SEE 
SCHEDULES 
ON              , UNO./4 S-600

   
  C

(B
)

P(B
)

OR

S-601

P#

   
  C

#
INDICATES STEEL COLUMN ABOVE.
SEE PLAN AN POST SCHEDULE, 
TYPICAL.

HDR (L)

HDR

INDICATES  BUILT-UP SLAB PER /6 S-301

INDICATES DEPRESSION ON CONCRETE TOP 
OF SLAB 

INDICATES
STEPPED
FOOTING 
PER /1 S-302

INDICATES DEPRESSION IN WOOD FRAMING 

INDICATES ROOF 
TOP SAFETY TIE-
BACK PER /2 S-800

1

1 2

2

WOOD JOIST SCHEDULE

MARK

J1

J2

FLOOR / ROOF JOIST

RED-I 45 X 14" @ 16" OC

RED-I 65 X 20" @ 16" OC

REMARK

SPAN = 22'-0" MAX

SPAN = 28'-0" MAX @ ROOF

SPAN = 22'-0" MAX @ FLOOR

WOOD BEAM SCHEDULE

MARK

WB1

WB2

WOOD BEAM

3 1/2" x 14"

REMARKS

2.0E REDLAM LVL

WB3

5 1/4" x 14"

7" x 14"

WB6 7" x 16"

WB7 3 1/2" x 20"

WB8 5 1/4" x 20"

WB9 7" x 20"

TYPICAL WOOD POST SCHEDULE

MARK WOOD POST REMARKS

J3 RED-I 65 X 16" @ 16" OC @ RR DEPRESSION

P1 4x6 DF No. 1

P2 4x8 DF No. 1

P3 6x6 DF No. 1

P4 6x8 DF No. 1

P5 3.5" x 7" 1.8E PARALLAM PSL

P6 5.25" x 7" 1.8E PARALLAM PSL

P7 7" x 7" 1.8E PARALLAM PSL

WB4

WB5

3 1/2" x 16"

5 1/4" x 16"

J4 2x8 @ 16"OC @ SLOPED ROOF

GLB1 6.75"x15" GLB 24 F-V8 DF

MARK

C1

HSS POST

HSS5x5x1/4

C2 HSS3x3x3/8

TYPICAL HSS POST 

SCHEDULE

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

TP 6x6 SEE S-615 

MARK

PC1

POST/COLUMN CAP

CCQ
CCOQ (ABOVE HSS)

PC2
ECCQ

ECCOQ (ABOVE HSS)

POST/COLUMN CAP SCHEDULE

PC3
CCTQ

CCTQ NO STRAP (ABOVE HSS)

PC4
ECCLQ

ECCLLQ NO STRAP (ABOVE HSS)

PC5
ECCRQ

ECCLRQ NO STRAP (ABOVE HSS)

PC6
CCCQ

CCCQ NO STRAP (ABOVE HSS)

1

J5 RED-I 90 X 20" @ 16" OC SPAN = 28'-0" MAX 2

PLAN NOTES:

1. FOR SYMBOLS AND ABBREVIATIONS, SEE SHEET           .
FOR GENERAL NOTES, SEE SHEETS           THRU           .
FOR SOLID TYPICAL WOOD DETAILS, SEE SERIES           .

2. VERIFY ALL DIMENSIONS, ELEVATIONS, FINISH SURFACE, SLOPES, DRAINS, 
SLAB DEPRESSIONS, ETC. WITH ARCHITECTURAL DRAWINGS, PRIOR TO START 
OF CONSTRUCTION.

3. FOR LOCATION AND EXTENT OF EXTERIOR WALL ASSEMBLIES AND OPENINGS, 
SEE ARCHITECTURAL DRAWINGS.

4. SPECIFICATIONS AND DETAILING OF ALL WATERPROOFING AND DRAINAGE 
ITEMS, ALTHOUGH INDICATED ON THE STRUCTURE DRAWINGS FOR GENERAL 
INFORMATION PURPOSES ONLY, ARE THE DESIGN AND RESPONSIBILITY OF 
OTHERS.

5. VERIFY ELEVATOR OPENINGS WITH ELEVATOR MANUFACTURER PRIOR TO 
CONSTRUCTION.

6. HOLDOWN CONNECTORS SHALL BE RETIGHTENED JUST PRIOR TO 
ENCLOSURE.

7. ORIENTED STRAND BOARD MAY BE SUBSTITUTED FOR PLYWOOD FOR 
INTERIOR SHEATHING NOT EXPOSED TO MOISTURE ONLY.

8. ALL NON-STRUCTURAL WALLS SHALL BE PER ARCHITECTURAL DRAWINGS.

9. SEE SHEETS S-102S, S-103S, AND S-104S FOR DIAPHRAGM/SHEATHING 
INFORMATION. AT ALL BEAMS, JOISTS, AND BLOCKING ALONG SHEAR WALL 
LINES, PROVIDE BOUNDARY NAILING PER 1/S-608.

S-000
S-001 S-003
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700 S Flower, Suite 2100

Los Angeles, CA 90017
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WALL FRAMING LEGEND:

INDICATES NON-STRUCTURAL 
PARTITION WALLS PER ARCH. SEE 
SCHEDULE ON

INDICATES STRUCTURAL STUD WALL SEE 
SCHEDULES ON            SERIES SHEETS.

   
  C

#

P#

INDICATES WOOD POST ABOVE.
SEE PLAN AN POST SCHEDULE, 
TYPICAL.OR

INDICATES WOOD POST OR STEEL 
COLUMN BELOW

S-600

INDICATES 
STRUCTURAL STUD 
WALL WITH DOOR 
HEADER SEE 
SCHEDULES 
ON              , UNO./3 S-600

INDICATES 
STRUCTURAL STUD 
WALL WITH FLUSH 
DOOR HEADER OR 
FLUSH BEAM, SEE 
SCHEDULES 
ON              , UNO./4 S-600

   
  C

(B
)

P(B
)

OR

S-601

P#

   
  C

#
INDICATES STEEL COLUMN ABOVE.
SEE PLAN AN POST SCHEDULE, 
TYPICAL.

HDR (L)

HDR

INDICATES  BUILT-UP SLAB PER /6 S-301

INDICATES DEPRESSION ON CONCRETE TOP 
OF SLAB 

INDICATES
STEPPED
FOOTING 
PER /1 S-302

INDICATES DEPRESSION IN WOOD FRAMING 

INDICATES ROOF 
TOP SAFETY TIE-
BACK PER /2 S-800

1

1 2

2

WOOD JOIST SCHEDULE

MARK

J1

J2

FLOOR / ROOF JOIST

RED-I 45 X 14" @ 16" OC

RED-I 65 X 20" @ 16" OC

REMARK

SPAN = 22'-0" MAX

SPAN = 28'-0" MAX @ ROOF

SPAN = 22'-0" MAX @ FLOOR

WOOD BEAM SCHEDULE

MARK

WB1

WB2

WOOD BEAM

3 1/2" x 14"

REMARKS

2.0E REDLAM LVL

WB3

5 1/4" x 14"

7" x 14"

WB6 7" x 16"

WB7 3 1/2" x 20"

WB8 5 1/4" x 20"

WB9 7" x 20"

TYPICAL WOOD POST SCHEDULE

MARK WOOD POST REMARKS

J3 RED-I 65 X 16" @ 16" OC @ RR DEPRESSION

P1 4x6 DF No. 1

P2 4x8 DF No. 1

P3 6x6 DF No. 1

P4 6x8 DF No. 1

P5 3.5" x 7" 1.8E PARALLAM PSL

P6 5.25" x 7" 1.8E PARALLAM PSL

P7 7" x 7" 1.8E PARALLAM PSL

WB4

WB5

3 1/2" x 16"

5 1/4" x 16"

J4 2x8 @ 16"OC @ SLOPED ROOF

GLB1 6.75"x15" GLB 24 F-V8 DF

MARK

C1

HSS POST

HSS5x5x1/4

C2 HSS3x3x3/8

TYPICAL HSS POST 

SCHEDULE

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

2.0E REDLAM LVL

TP 6x6 SEE S-615 

MARK

PC1

POST/COLUMN CAP

CCQ
CCOQ (ABOVE HSS)

PC2
ECCQ

ECCOQ (ABOVE HSS)

POST/COLUMN CAP SCHEDULE

PC3
CCTQ

CCTQ NO STRAP (ABOVE HSS)

PC4
ECCLQ

ECCLLQ NO STRAP (ABOVE HSS)

PC5
ECCRQ

ECCLRQ NO STRAP (ABOVE HSS)

PC6
CCCQ

CCCQ NO STRAP (ABOVE HSS)

1

J5 RED-I 90 X 20" @ 16" OC SPAN = 28'-0" MAX 2

PLAN NOTES:

1. FOR SYMBOLS AND ABBREVIATIONS, SEE SHEET           .
FOR GENERAL NOTES, SEE SHEETS           THRU           .
FOR SOLID TYPICAL WOOD DETAILS, SEE SERIES           .

2. VERIFY ALL DIMENSIONS, ELEVATIONS, FINISH SURFACE, SLOPES, DRAINS, 
SLAB DEPRESSIONS, ETC. WITH ARCHITECTURAL DRAWINGS, PRIOR TO START 
OF CONSTRUCTION.

3. FOR LOCATION AND EXTENT OF EXTERIOR WALL ASSEMBLIES AND OPENINGS, 
SEE ARCHITECTURAL DRAWINGS.

4. SPECIFICATIONS AND DETAILING OF ALL WATERPROOFING AND DRAINAGE 
ITEMS, ALTHOUGH INDICATED ON THE STRUCTURE DRAWINGS FOR GENERAL 
INFORMATION PURPOSES ONLY, ARE THE DESIGN AND RESPONSIBILITY OF 
OTHERS.

5. VERIFY ELEVATOR OPENINGS WITH ELEVATOR MANUFACTURER PRIOR TO 
CONSTRUCTION.

6. HOLDOWN CONNECTORS SHALL BE RETIGHTENED JUST PRIOR TO 
ENCLOSURE.

7. ORIENTED STRAND BOARD MAY BE SUBSTITUTED FOR PLYWOOD FOR 
INTERIOR SHEATHING NOT EXPOSED TO MOISTURE ONLY.

8. ALL NON-STRUCTURAL WALLS SHALL BE PER ARCHITECTURAL DRAWINGS.

9. SEE SHEETS S-102S, S-103S, AND S-104S FOR DIAPHRAGM/SHEATHING 
INFORMATION. AT ALL BEAMS, JOISTS, AND BLOCKING ALONG SHEAR WALL 
LINES, PROVIDE BOUNDARY NAILING PER 1/S-608.
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INDICATES NON-STRUCTURAL 
PARTITION WALLS PER ARCH. SEE 
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INDICATES STRUCTURAL STUD WALL SEE 
SCHEDULES ON            SERIES SHEETS.

X' - X"
INDICATES STRUCTURAL SHEARWALL 
TYPE AND LENGTH ABOVE SEE            
SERIES SHEETS.

S-600
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INDICATES STRUCTURAL CMU BELOW.

# INDICATES HOLDOWN POST AND 
HOLDOWN PER SCHEDULE ON           .
T&B, INDICATES TOP AND BOTTOM
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T&B
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SCHEDULE ON 
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PLAN NOTES:

1. FOR SYMBOLS AND ABBREVIATIONS, SEE SHEET           .
FOR GENERAL NOTES, SEE SHEETS           THRU           .
FOR SOLID TYPICAL WOOD DETAILS, SEE SERIES           .

2. VERIFY ALL DIMENSIONS, ELEVATIONS, FINISH SURFACE, SLOPES, DRAINS, 
SLAB DEPRESSIONS, ETC. WITH ARCHITECTURAL DRAWINGS, PRIOR TO START 
OF CONSTRUCTION.

3. FOR LOCATION AND EXTENT OF EXTERIOR WALL ASSEMBLIES AND OPENINGS, 
SEE ARCHITECTURAL DRAWINGS.

4. SPECIFICATIONS AND DETAILING OF ALL WATERPROOFING AND DRAINAGE 
ITEMS, ALTHOUGH INDICATED ON THE STRUCTURE DRAWINGS FOR GENERAL 
INFORMATION PURPOSES ONLY, ARE THE DESIGN AND RESPONSIBILITY OF 
OTHERS.

5. VERIFY ELEVATOR OPENINGS WITH ELEVATOR MANUFACTURER PRIOR TO 
CONSTRUCTION.

6. HOLDOWN CONNECTORS SHALL BE RETIGHTENED JUST PRIOR TO 
ENCLOSURE.

7. ORIENTED STRAND BOARD MAY BE SUBSTITUTED FOR PLYWOOD FOR 
INTERIOR SHEATHING NOT EXPOSED TO MOISTURE ONLY.

8. ALL NON-STRUCTURAL WALLS SHALL BE PER ARCHITECTURAL DRAWINGS.

9. PROVIDE TYPE A SHEATHING AND NAILING PER               FOR TYPICAL ROOF 
SHEATHING. PROVIDE TYPE B SHEATHING AND NAILING PER               FOR 
TYPICAL FLOOR SHEATHING AT 2ND AND 3RD FLOOR. PROVIDE TYPE C 
SHEATHING AND ANILING PER               AT 2ND AND 3RD FLOOR NORTH OF GL F.

S-000
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/1 S-608
/1 S-608
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WALL FRAMING LEGEND:

INDICATES NON-STRUCTURAL 
PARTITION WALLS PER ARCH. SEE 
SCHEDULE ON

INDICATES STRUCTURAL STUD WALL SEE 
SCHEDULES ON            SERIES SHEETS.
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INDICATES WOOD POST ABOVE.
SEE PLAN AN POST SCHEDULE, 
TYPICAL.OR

INDICATES WOOD POST OR STEEL 
COLUMN BELOW
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INDICATES 
STRUCTURAL STUD 
WALL WITH DOOR 
HEADER SEE 
SCHEDULES 
ON              , UNO./3 S-600

INDICATES 
STRUCTURAL STUD 
WALL WITH FLUSH 
DOOR HEADER OR 
FLUSH BEAM, SEE 
SCHEDULES 
ON              , UNO./4 S-600
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P(B
)
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INDICATES STEEL COLUMN ABOVE.
SEE PLAN AN POST SCHEDULE, 
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HDR

INDICATES  BUILT-UP SLAB PER /6 S-301
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WOOD JOIST SCHEDULE

MARK

J1

J2

FLOOR / ROOF JOIST

RED-I 45 X 14" @ 16" OC

RED-I 65 X 20" @ 16" OC

REMARK

SPAN = 22'-0" MAX

SPAN = 28'-0" MAX @ ROOF

SPAN = 22'-0" MAX @ FLOOR

WOOD BEAM SCHEDULE

MARK

WB1

WB2

WOOD BEAM

3 1/2" x 14"

REMARKS

2.0E REDLAM LVL

WB3

5 1/4" x 14"

7" x 14"

WB6 7" x 16"

WB7 3 1/2" x 20"

WB8 5 1/4" x 20"

WB9 7" x 20"

TYPICAL WOOD POST SCHEDULE

MARK WOOD POST REMARKS

J3 RED-I 65 X 16" @ 16" OC @ RR DEPRESSION

P1 4x6 DF No. 1

P2 4x8 DF No. 1

P3 6x6 DF No. 1

P4 6x8 DF No. 1

P5 3.5" x 7" 1.8E PARALLAM PSL

P6 5.25" x 7" 1.8E PARALLAM PSL

P7 7" x 7" 1.8E PARALLAM PSL

WB4

WB5

3 1/2" x 16"

5 1/4" x 16"

J4 2x8 @ 16"OC @ SLOPED ROOF

GLB1 6.75"x15" GLB 24 F-V8 DF
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HSS5x5x1/4
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TYPICAL HSS POST 

SCHEDULE
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REBAR LAP SPLICE LENGTH SCHEDULE

BAR
SIZE

LAP
CLASS

NORMAL WEIGHT CONCRETE

f'c = 3000 psi f'c = 4000 psi f'c = 5000 psi

Top Bars Other Bars Top Bars Other Bars Top Bars Other Bars

Case 1 Case 2 Case 1 Case 2 Case 1 Case 2 Case 1 Case 2 Case 1 Case 2 Case 1 Case 2

3
A 1'-10" 2'-9" 1'-5" 2'-1" 1'-7" 2'-4" 1'-3" 1'-10" 1'-5" 2'-1" 1'-1" 1'-8"

B 2'-4" 3'-6" 1'-10" 2'-9" 2'-1" 3'-1" 1'-7" 2'-4" 1'-10" 2'-9" 1'-5" 2'-1"

4
A 2'-5" 3'-7" 1'-10" 2'-9" 2'-1" 3'-1" 1'-7" 2'-5" 1'-11" 2'-10" 1'-5" 2'-2"

B 3'-2" 4'-8" 2'-5" 3'-7" 2'-9" 4'-1" 2'-1" 3'-1" 2'-5" 3'-8" 1'-11" 2'-10"

5
A 3'-0" 4'-6" 2'-4" 3'-6" 2'-7" 3'-11" 2'-0" 3'-0" 2'-4" 3'-6" 1'-10" 2'-8"

B 3'-11" 5'-10" 3'-0" 4'-6" 3'-5" 5'-1" 2'-7" 3'-11" 3'-0" 4'-6" 2'-4" 3'-6"

6
A 3'-7" 5'-5" 2'-9" 4'-2" 3'-1" 4'-8" 2'-5" 3'-7" 2'-10" 4'-2" 2'-2" 3'-3"

B 4'-8" 7'-0" 3'-7" 5'-5" 4'-1" 6'-1" 3'-1" 4'-8" 3'-8" 5'-5" 2'-10" 4'-2"

7
A 5'-3" 7'-10" 4'-0" 6'-0" 4'-6" 6'-9" 3'-6" 5'-3" 4'-1" 6'-1" 3'-2" 4'-8"

B 6'-9" 10'-2" 5'-3" 7'-10" 5'-11" 8'-10" 4'-6" 6'-9" 5'-3" 7'-11" 4'-1" 6'-1"

8
A 6'-0" 8'-11" 4'-7" 6'-11" 5'-2" 7'-9" 4'-0" 6'-0" 4'-8" 6'-11" 3'-7" 5'-4"

B 7'-9" 11'-7" 6'-0" 8'-11" 6'-9" 10'-1" 5'-2" 7'-9" 6'-0" 9'-0" 4'-8" 6'-11"

9
A 6'-9" 10'-1" 5'-2" 7'-9" 5'-10" 8'-9" 4'-6" 6'-9" 5'-3" 7'-10" 4'-0" 6'-0"

B 8'-9" 13'-1" 6'-9" 10'-1" 7'-7" 11'-4" 5'-10" 8'-9" 6'-9" 10'-2" 5'-3" 7'-10"

10
A 7'-7" 11'-4" 5'-10" 8'-9" 6'-7" 9'-10" 5'-1" 7'-7" 5'-11" 8'-10" 4'-6" 6'-9"

B 9'-10" 14'-9" 7'-7" 11'-4" 8'-6" 12'-9" 6'-7" 9'-10" 7'-8" 11'-5" 5'-11" 8'-10"

11
A 8'-5" 12'-7" 6'-6" 9'-8" 7'-3" 10'-11" 5'-7" 8'-5" 6'-6" 9'-9" 5'-0" 7'-6"

B 10'-11" 16'-4" 8'-5" 12'-7" 9'-6" 14'-2" 7'-3" 10'-11" 8'-6" 12'-8" 6'-6" 9'-9"

NOTES:

1. CASES 1 AND 2 WHICH DEPEND ON CLEAR CONCRETE COVER AND THE CENTER-TO-CENTER SPACING OF THE BARS ARE DEFINED AS:
CASE 1:  COVER AT LEAST 1db AND CLEAR SPACING AT LEAST 2db.
CASE 2:  COVER LESS THAN 1db OR CLEAR SPACING LESS THAN 2db.

2. TOP BARS ARE HORIZONTAL BARS WITH MORE THAN 12 INCHES OF CONCRETE CAST BELOW THE BARS.
3. OTHER BARS INCLUDE VERTICAL BARS AND HORIZONTAL BARS WITH LESS THAN 12 INCHES OF CONCRETE CAST BELOW HORIZONTAL BARS.
4. BAR SPLICES NOT COVERED BY THIS SCHEDULE ARE SPECIFICALLY DETAILED AND DIMENSIONED PER PLANS.
5. ALL SPLICES SHALL BE CLASS 'B' UNLESS OTHERWISE ON PLANS.
6. FOR DEVELOPMENT LENGTH, Ld, USE CLASS 'A' LAP SPLICE LENGTH.
7. FOR LAP SPLICES OF BARS IN SHEAR WALLS, REFER TO LAP SPLICE AND DEVELOPMENT SCHEDULE IN CONCRETE WALL ELEVATIONS.
8. THIS SCHEDULE IS FOR GR 60 REINFORCEMENT.
9. CAN USE 1.25Ld IN LIEU OF NOTE 7 @ SHEAR WALLS.
10. FOR STAGGERED SPLICES, CLEAR SPACING SHOWN IN DIAGRAM MAY BE USED TO DETERMINE CASE 1 OR CASE 2 PER NOTE 1

TYPE OF 
STANDARD 

HOOK
BAR SIZE

MINIMUM INSIDE 
BEND DIAMETER, 

IN

STRAIGHT 
EXTENSION [1] 

ℓ EXT, IN
TYPE OF STANDARD HOOK

90-DEGREE 
HOOK

#3 
THROUGH 

#8
6db

#9 
THROUGH 

#11
8db 12db

ℓ
E

X
T

90° B
EN

D

d
b

GREATER 
OF 4db AND 

2.5 IN

ℓ EXT

d
b

180-DEGREE 
HOOK 1

8
0
° 

B
E

N
D

D
IA

M
E
T
E
R

DIA
M

ETER

NOTES:

1. ACI 318-14 TABLE 25.3.2.
2. ALL HOOKED BARS SHALL EXTEND AS FAR AS POSSIBLE WITH A MINIMUM 2" END COVER AND 

WITH EMBEDMENT NOT LESS THAN SHOWN ON THE SCHEDULE. UNO ON PLANS.

#14 
THROUGH 

#18
10db

#3 
THROUGH 

#8
6db

#9 
THROUGH 

#11
8db

#14 
THROUGH 

#18
10db

POINT AT WHICH BAR 
IS DEVELOPED

ℓdh

POINT AT WHICH 
BAR IS DEVELOPED

ℓdh

NORMAL WEIGHT

BAR SIZE

#3

#4

#5

#6

#7

#8

#9

#10

#11

D

2 1/4" 5"

3" 8"

3 3/4" 10

4 1/2" 12

5 1/4"

6" 1'-4"

9 1/2" 1'-7 1/2"

10 3/4" 1'-10"

12" 2'-0 1/2"

LIGHT WEIGHT

3000 4000 5000 3000 4000 5000

0'-9"

0'-11"

1'-2"

1'-5"

1'-8"

1'-10"

2'-1"

2'-4"

2'-7"

0'-8"

0'-10"

1'-0"

1'-3"

1'-5"

1'-7"

1'-10"

2'-1"

2'-3"

0'-7"

0'-9"

0'-11"

1'-1"

1'-3"

1'-5"

1'-8"

1'-10"

2'-0"

0'-11"

1'-3"

1'-6"

1'-10"

2'-1"

2'-5"

2'-9"

3'-1"

3'-5"

0'-10" 0'-9"

1'-1"

1'-2"1'-4"

1'-7" 1'-5"

1'-8"

1'-0"

1'-10"

1'-11"2'-1"

2'-4"

2'-5"

2'-8"

2'-1"

2'-8"

2'-11"

STANDARD HOOK DEVELOPMENT LENGTH "     "

"l  "h

ldh

1'-2"

2" CLR MIN

FACE OF 
CONCRETE

2" CLR MIN

FACE OF 
CONCRETE

UNO

ls

6
" 

M
A

X
1

 1
/2

" 
M

IN

1:6 MAXIMUM SHOP OFFSET 
BEND AS REQUIRED OR 
WHERE SHOWN ON PLANS.

S
P

A
C

IN
G

C
L
E

A
R

NON-CONTACT LAP

S
P

A
C

IN
G

C
L
E

A
R

S
P

A
C

IN
G

C
L
E

A
R

#4 DOWELS TO MATCH 
SOG TYP REINF SPACING

TOP OF SLAB

SEE PLAN

2

1

FINISH SURFACE

SEE ARCH FOR 
EDGE FINISH

SEE ARCH FOR SIZE & 
LOCATION OF CURB 
WHERE OCCURS 

#4 CONT T&B

#4 @ 16"OC WHERE 
CURB OCCURS 

(1) #4 CONT T&B @ CURB 
COORDINATE LOCATION 
OF BAR W/ WALL/WINDOW 
ANCHORS 

SEE                 FOR SLAB ON 
GRADE SUPPORT INFO

REINF PER PLAN 
(CENTERED IN SOG)

PROVIDE (2) LAYERS 
OF REINF FOR CURBS 
WIDER THAN 10"

GRID

/2 S-301

MIN

12"

LAP SPLICE

CLASS B

1
2
" 

M
A

X

S
E

E
 A

R
C

H

STD 90° HOOK

EXTERIOR WALL ANCHORAGE 
PER CONTRACTOR

EXTERIOR WALL 
SYSTEM PER ARCH 

P
E

R
 P

L
A

N

T
H

IC
K

N
E

S
S

(4" MIN)
SEE ARCH DWG'S

T
Y

P
3

" 
C

L
R

1
2
" 

M
IN

SEE PLAN

BAR SIZE D

#3 1 1/2"

#4 2"

#5 2 1/2"

* PROVIDE 10db EXTENSIONS IN LIEU
OF 6db AT ALL FRAME COLUMNS,
GIRDERS, SHEAR WALLS AND SHEAR
WALL BOUNDARY MEMBERS.

135 HOOK 90 HOOK *

D D

6
d
b

.

d
bd
b

O
R
 3" M

IN

6db*
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SCALE :  12" = 1'-0"1

DEVELOPMENT AND LAP SPLICE OF CONCRETE REINFORCEMENT BARS -
NW CONCRETE

SCALE :  1" = 1'-0"3
STANDARD HOOK DEVELOPMENT LENGTH BENDING DETAIL

1A
TYPICAL LAP SPLICES

1B
STAGGERED SPLICING

SCALE :  1" = 1'-0"4
SLAB ON GRADE THICKENED EDGE
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TIES & STIRRUPS DETAIL
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NOTES:

1. REFER TO GEOTECH REPORT FOR ADDITIONAL REQUIREMENTS.
2. CONTRACTOR SHALL TAKE CARE NOT TO PUNCTURE VAPOR RETARDER DURING CONSTRUCTION 

OF SLAB ON GRADE.
3. PROVIDE VAPOR RETARDER AT AREAS AND WITH EXTENTS/TERMINATIONS AS SPECIFIED BY ARCH.
4. VAPOR RETARDER AND/OR GRAVEL LAYER MAY BE OMITTED AT PARKING/DRIVE ISLE AREAS. 

GEOTECH ENGINEER SHALL CONFIRM BASED ON FIELD TESTING OF IN-SITU SOILS.

APPROVED 15 MIL VAPOR 
BARRIER. INSPECT AFTER 
REINF PLACEMENT AND 
REPAIR PER MANUF 
RECOMMENDATIONS 
BEFORE POURING OF 
CONCRETE

COMPACTED SOIL (SEE 
GEOTECH REPORT)

REINF PER PLAN 

6
" 

C
L
A

S
S

 I
I

SOG OR MAT 
PER PLAN

USE PRECAST 
BLOCK TO CHAIR 
REINF
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E
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IV

E
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N
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SCALE :  1" = 1'-0"1
TYPICAL VAPOR BARRIER DETAIL

SCALE :  1" = 1'-0"2
SLAB ON GRADE DEPRESSIONS

2A
STEP IN SLAB ON GRADE (12" MAX)

2B
STEP IN SLAB ON GRADE (4" MAX)

SCALE :  1" = 1'-0"3
TYPICAL CURB DETAILS

3A
CURB @ SLAB ON GRADE

3B
EPOXY DOWELED CONCRETE CURB

SCALE :  1" = 1'-0"4
TYPICAL SLAB ON GRADE JOINTS

SCALE :  1" = 1'-0"5
MECHANICAL PAD ON GRADE

5A
TYPICAL

5B
ALT

SCALE :  1" = 1'-0"8
TRENCH DRAIN DETAIL

SCALE :  1" = 1'-0"6
BUILT-UP SLAB DETAIL

SCALE :  1/2" = 1'-0"7
NOT USED

3C
ELEVATED SLAB CURB DETAIL

1

No. Description Date

1 PC1 12-15-2023

2 PC2 01-26-2024

 
 
 
 

rtoro
Snapshot

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



S

S

S

S

S

S

P
E

R
 P

L
A

N

1' - 8"

PER PLAN

P
L
A

N

P
E

R

REBAR PER PLAN

ADDED REINF TO MATCH 
SLAB ON GRADE REINF

NOTE:

1. REFER TO DETAIL                   FOR SLAB ON GRADE SUPPORT INFO./1 S-301

1

3 TYP

NOTES:

1. D = DEPTH OF FOOTING
2. S = 1'-6" MAX, UNO
3. Ld = DEVELOPMENT TENGTH 

NOTE:

1. SEE             FOR BALANCE OF INFORMATION.   / -1B

WALL DOWELS WHERE 
OCCURS SEE PLANS FOR 
SIZE AND SPACING (NOT 
ALL SHOWN FOR CLARITY)

SHEAR REINF WHERE OCCURS SEE
PLANS FOR SIZE AND SPACING 
(NOT ALL SHOWN FOR CLARITY) 

FLOORLINE

EL = PER PLAN

FLOORLINE

EL = PER PLAN

REINF TO MATCH FOOTING 
REINF SIZE & SPACING

BEND AS REQ'D
#4 @ 18" OC 
(2) MINIMUM

TYP

2 x S MIN

T
Y

P

S

MIN

D

T
Y

P
3

" 
C

L
R

T
Y

P

1
'-
6
" 

M
IN

TYP

2 x S MIN

FTG REINF PER PLAN 

D

D

/1 S-300

/1 S-300 /1 S-300PER

             Ld

PER

            Ld

T
Y

P

 0
"

PER

            CLASS B SPLICE

FTG REINF PER PLAN 

NO PIPES 
SHALL PASS 
THRU FTG UNO

POUR JOINT

SLEEVE = PIPE DIA + 2"

BACKFILL PER SPECS

1

2 MIN

NO EXCAVATION 
ALLOWED BELOW 
THIS LINE

PLACE CONC FILL 
AROUND SLEEVES 
BEFORE POURING 
FOOTINGS. USE SAME 
CONC MIX AS FTG CONC

PIPE TRENCH SHALL BE 
LOCATED SO THAT FOOTING 
WILL NOT BE UNDERMINED

D

SLAB WHERE OCCURS

PIPE TO BE 
CENTERED IN 
SLEEVE

P
E

R
 P

L
A

N

F
T

G

O
C

C
U

R
S

W
A

L
L

W
H

E
R

E

MIN

D + 1'-6"

M
IN 

 
 6

"

M
IN 

 
 4

" MIN
3"

M
IN 

 
 9

"

ELEVATION

SECTION

MAT REINFORCING BARS 
PER PLAN

T
O

P
 O

F
 M

A
T

, 
T

Y
P

2
" 

C
O

V
E

R
 A

T

TOP OF MAT

EL = PER PLAN

B
O

T
 M

A
T

, 
T

Y
P

3
" 

C
O

V
E

R
 A

T

PIT SLAB REINFORCING BARS PER 
MAT REINFORCING ON PLAN

TOP OF PIT SLAB

EL = PER PLAN

Ld, TYP

T.O. SLAB

EL = PER PLAN

SOG AND REINF
PER PLAN

TYP

 8" MIN

M
A

T
 T

H
IC

K
N

E
S

S
 P

E
R

 P
L

A
N

1

2

#4 TO MATCH SOG 
REINF SPACING, TYP

REINF ALONG FACE OF 
ELEV PIT TO MATCH 
MAT TOP REINF

TIE BARS WHERE
INDICATED ON PLAN

PIT OPENING PER PLAN

CAN TERMINATE 2'-3" MIN PAST START OF DOWNTURN

WHERE HATCHING ON PLAN  REQUIRES
SHEAR TIES ADJACENT TO ELEVATOR PIT,

Ld, TYP

Ls

Ls

COMPACTED SAND FILL 
PER ARCH

M
A

T
 T

H
IC

K
N

E
S

S
 P

E
R

 P
L

A
N

Ls

P
E

R
 A

R
C

H

5
' -

 0
" 

M
A

X

Ls

1

1

3

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a

ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a
ti
o
n
_

S
tr

u
c
t.
rv

t

SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-302

TYPICAL

CONCRETE

DETAILS

895.01

08/23/2023

SCALE :  1" = 1'-0"3
THICKENED SLAB ON GRADE

SCALE :  1" = 1'-0"1
STEPPED FOOTING DETAIL

1A
ELEVATION

1B
ELEVATION

1C
PLAN VIEW

SCALE :  1" = 1'-0"2
PIPE TRENCH BELOW & ADJACENT TO FOOTING DETAIL
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SECTION AT ELEVATOR PIT
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NOTES:

1. THIS DETAIL INDICATES MINIMUM REINFORCING FOR OPENING NOT DETAILED ELSEWHERE IN 
THESE DRAWINGS. 

2. SEE WALL ELEVATIONS OR PLANS FOR REINFORCEMENT AT LARGER OPENINGS. 
3. CLUSTERS OF SMALL HOLES WHOSE OVERALL MEASUREMENT EXCEEDS 1'-0" SHOULD BE  

REINFORCED AS ONE OPENING.  
4. NO OPENING IN SLAB TO BE LOCATED CLOSER THAN 2'-0" CLEAR FROM COLUMN FACE UNLESS  

APPROVED BY THE SEOR.
5. TRIM BARS AT EA SIDE OF OPENING TO MATCH SIZE AND QUANTITY OF PRIMARY REINFORCEMENT 

BARS INTERRUPTED DUE TO OPENING, MIN (2) #5 EA SIDE (EF FOR WALLS, T&B FOR SLABS).
6. ANY OPENINGS NOT SHOWN ON THE STRUCTURAL DRAWINGS SHALL BE BROUGHT TO THE  

SEOR'S ATTENTION BY THE CONTRACTOR PRIOR TO PERFORMING WORK. 
7. ADD REINF EQUAL TO INTERRUPTED REINF ON EACH SIDE OF OPENING, TYP. SPACE ADDED BARS 

AT 3" OC.

TYP

2' - 6" MAX

2" CLR

TRIM BARS EA 
SIDE PER NOTE 5

(2) #4 x3'-0" TRIM BARS 
EACH CORNER (OMIT 
AT ROUND OPENING)

T
Y

P4
5
°

PER                       

Ld

PRIMARY WALL/SLAB 
REINFORCING 
PER PLAN 

HOOK BARS 90° @ 
EDGE CONDITION

ADD TRIM BARS EA 
SIDE PER NOTE 5

/1 S-300

ADDED 
PRIMARY REINF 
(SEE NOTE 7)

ADDED 
PRIMARY REINF 
(SEE NOTE 7)

ℓS + 12"

TYP

NOTES:

1. CONCRETE REINFORCEMENT NOT SHOWN FOR CLARITY.
2. SURFACE OF CONCRETE CONSTRUCTION JOINTS SHALL BE CLEANED, ROUGHENED 

TO 1/4" AMPLITUDE AND LAITANCE REMOVED.
3. KEYS REQUIRED WHERE GRAPHICALLY DEPICTED ON SECTIONS AND/OR DETAILS.

1
1

FIRST POUR

SECOND
POUR

SECOND
POUR

1
1

FIRST POUR

ELEVATION KEY IN 

HORIZONTAL PLANE

ELEVATION KEY IN 

VERTICAL PLANE

1
 1

/2
"

D/3 D/3 D/3

D

1 1/2"

D

D
/3

D
/3

D
/3

KEY
ROUGHENED SURFACE, 
SEE NOTE 2

TYP

6"

1' - 0"

FIRST POUR SECOND POUR

JOINT SHALL BE WITHIN 
MIDDLE THIRD OF SPAN 
SEE NOTE BELOW

PROVIDE KEY ACROSS MIDDLE 
HALF OF BEAM

(1) #6 EA WAY FOR MEMBER UP TO 7" WIDE
(2) #6 EA WAY FOR MEMBER 8" TO 20" WIDE
(4) #6 EA WAY FOR MEMBER 8" TO 20" WIDE       
#6  @ 12" EA WAY FOR MEMBER WIDE THAN 40"

TYP

PER SCHEDULE

ELEVATION

3" 3" 3" 3" TYPICAL TIES PER 
BEAM SCHEDULE

NOTE:
CONTRACTOR TO SUBMIT LOCATIONS OF CONSTRUCTION 
JOINTS TO THE STRUCTURAL ENGINEER FOR APPROVAL.

D

D
/3

D
/3

D
/3

SPLICE LONGITUDINAL 
REINFORCING ON 
OTHER SIDE OF JOINT

ADDITIONAL TIES TO 
MATCH TYPICAL SIZE

NOTE: 

1. PENETRATIONS THROUGH BEAMS ARE PERMITTED ONLY 
WITH THE REVIEW OF THE SEOR.

BEAM REINF

REINFORCED CONC
BEAM W/ SLAB
INDICATED

(2) #5x4'-0"
@ SLEEVES >6" ø

D

C
L
 P

IP
E

 S
L
E

E
V

E

1
/3

 D
 M

IN
1

/3
 D

 M
IN

CLR
1"

3"

CL SCHEDULE 40 PIPE SLEEVE

C
L
R

1
"

C
L
R

1
"

EA SIDE

ADD TWO STIRRUPS SAME
SIZE AS BEAM STIRRUP

RECTANGULAR OR 
ROUND OPENING

ADD (2) #4 IN EACH 
CORNER AT 
MIDHEIGHT IN SLAB

6'-0" MAX

6
'-
0

" 
M

A
X

NOTES:

1. ELIMINATE ADD BARS AND KEYED JOINT IF OPENING IS LESS THAN 2'-0".
2. TYPICAL SLAB REINFORCEMENT NOT SHOWN FOR CLARITY.
3. PROVIDE KEY JOINT ONLY AT LOCATIONS WHERE OPENING IS TO BE 

INFILLED AFTER PIPES OR MECH ELEMENTS ARE INSTALLED.
4. SEE DETAIL                  FOR TYPICAL SLAB UNDERLAYMENT REQUIREMENTS.

2A

PLAN

2'
-0

" T
YP

2'
-0

" T
YP

TYP 2"

/1 S-301

3"
2 #4 @ CL SLAB

PROVIDE KEYED CONSTRUCTION  
JOINT PER                WHERE SLAB 
IS TO BE INFILLED

IF APPLICABLE, INFILL 
REMAINDER OF OPENING WITH 
CONCRETE TO MATCH SLAB ON 
GRADE AFTER INSTALL OF 
PIPES/MECH'L ELEMENTS

/5 S-303

REINF CONC MAT
PER PLAN

T.O. MAT
PER PLAN

STIRRUPS 
PER SCHED

ALTERNATE  HOOKS AS 
SHOWN STIRRUPS PER 
DETAIL /3 S-300

REINF CONC MAT
PER PLAN

STIRRUPS 
PER SCHED 

T.O. MAT
PER PLAN

HRC-555 HEADED REBAR 
(ICC ESR-2935), TYP AT ALL 
STIRRUPS ALTERNATE HEADS

135° HOOK PER               , TYP
ALT 180 DEGREE HOOK AT 
CONTRACTOR'S OPTION

/3 S-300

2

700 S Flower, Suite 2100

Los Angeles, CA 90017
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SCALE :  3/4" = 1'-0"1
CONC WALL/SLAB OPENING DETAIL

SCALE :  3/4" = 1'-0"5
TYPICAL WALL/SLAB KEY DETAILS

5A
KEY IN HORIZONAL PLANE

SCALE :  1" = 1'-0"3
CONC BEAM CONSTRUCTION JOINT

SCALE :  1" = 1'-0"4
PIPE SLEEVE THRU CONCRETE BEAM

SCALE :  1" = 1'-0"2
OPENING IN SLAB ON GRADE

2A
SECTION AT SLAB INFILL

SCALE :  1/2" = 1'-0"6
SHEAR TIES DETAIL
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TYPICAL DETAIL

6B
ALTERNATE DETAIL FOR HEADED REBAR
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MAT FOUNDATION 
PER PLAN

CONCRETE SLAB 
PER PLAN, TYP

2
" 

C
L
R

SOG PER PLAN 
WHERE OCCURS

CONCRETE BEAM 
WHERE OCCURS, TYP

TIE, SIZE & SPACING 
PER

COLD JOINT

TO SLAB

TO MAT

SLAB

T
IE

S
 S

P
A

C
IN

G
 P

E
R

/
1

S
-3

0
4

/1 S-304

COLUMN VERT 
BARS PER /1 S-304

DOWELS TO 
MATCH VERTICAL 
COLUMN REINF.

C
L
R

3
"

C
L
R

2
"

C
L

A
S

S
 B

L
A

P
 S

P
L

IC
E

(8) #8 VERT BARS

#4 TIES & HAIRPINS 
@ 4"OC

GRID

GRID

18"

1
8
"

TYP
1 1/2" CLR

NOTES:
1. INDICATES WHERE LAP SPLICES AND DOWELS ARE 
2. VERTICAL BARS TO BE EQUALLY SPACED

ALT ENDS, TYP

CONC COLUMN 
PER PLAN

COLUMN FILL AROUND COLUMN 
AFTER UPPER FLOORS 
ARE CONSTRUCTED

CONTROL JOINT TYP 
SEE 

OUTLINE OF BLOCK-OUT  

GRID

GRID

C
O

L
U

M
N

(T
Y
P)

 8"
 M

IN

MAT FOUNDATION
REBAR PER PLAN

1

1

1

1

18" THICK MAT FOUNDATION18" THICK MAT FOUNDATION

PER PLAN PER PLAN

24" THICK MAT FOUNDATION

PER PLAN

TYP
CLASS B LAP SPLICE

PER 1/S-300
LAP SPLICE

PER 1/S-300
LAP SPLICE

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a

ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a
ti
o
n
_

S
tr

u
c
t.
rv

t

SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-304

TYPICAL

CONCRETE

DETAILS
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08/23/2023

SCALE :  1/2" = 1'-0"2
TYP CONCRETE NON-FRAME COLUMN DETAIL

SCALE :  1" = 1'-0"1

CONCRETE NON-FRAME
COLUMN SECTION

SCALE :  1" = 1'-0"3

BLOCK-OUT AT
COLUMN & SLAB ON GRADE

SCALE :  1" = 1'-0"4
MAT FOUNDATION TRANSITION
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N NO OF STUDS PER RAIL

ALIGN EDGE OF RAIL W/ 
COLUMN FACE

X STUD RAILS SHORT SIDE
OF COLUMN

Y STUD RAILS LONG SIDE
OF COLUMN

CONC COLUMN PER PLAN

N NO OF STUDS PER RAIL

X STUD RAILS SHORT SIDE
OF COLUMN

Y STUD RAILS LONG SIDE
OF COLUMN

CONC COLUMN 
PER PLAN

SLAB EDGE
WHERE OCCURS

N NO. OF STUDS PER RAIL

CONC COLUMN 
PER PLAN

ALIGN EDGE OF RAIL W/ 
COLUMN FACE, TYP

X STUD RAILS SHORT SIDE
OF COLUMN

Y STUD RAILS LONG SIDE
OF COLUMN

S
1

SLAB EDGE
WHERE OCCURS

SLAB EDGE WHERE OCCURS

P
E

R
 P

L
A

N

S
L
A

B
 T

H
IC

K
N

E
S

S
T

C
L
R

S1

PER
NOTE 3

S
T

R
U

C
T

U
R

A
L

C
L
R

P
E

R
 G

E
N

STUD DIAMETER, D
PER SCHEDULE

RAIL PLATE, R
PER SCHEDULE 
FOR SECTION

N
O

T
E

S
, 
T

Y
P

STUD RAIL SCHEDULE
N

(STUDS/RAIL)
X

(RAILS/SIDE)
Y

(RAILS/SIDE)
S   (IN)1 S (IN) R (INxIN)D (IN)LOCATIONT (IN)MARK

NOTES:

1. STUDS SHALL MEET THE REQUIREMENTS OF ASTM A108 GRADES 1010 THRU 1020.
2. STUD HEIGHTS SHALL BE DETERMINED BY THE SLAB THICKNESS AND REQUIRED 

CONCRETE COVER SHOWN.
3. AREA OF STUD HEAD SHALL BE > 3x DIAMETER OF STUD.
4. STUDS SHALL BE FULLY WELDED TO RAIL PLATE, TYP.
5. STUDS RAILS SHALL BE SPACED EVENLY ALONG COLUMN FACE.  SEE DETAILS FOR 

ADDITIONAL SPACING REQUIREMENTS ADJACENT TO SLAB EDGES.

1 1/2INTERIOR16

S
1

S
1

T
Y

P

S
S

MIN
2"

EQ EQ

E
Q

E
Q

EQ EQ

T
Y

P

S
S

EQ EQ

E
Q

E
Q

T
Y

P

S
S

S

TYP

S

INTERIOR COLUMN

CORNER COLUMN

EDGE COLUMN

SECTION

26 3 3 2.75 2.75 1/4 x 1 1/412

TOTAL NUMBER
OR RAILS

2 1/2INTERIOR16 16 2 2 3.25 3.25 1/4 x 1 1/48

A
N

D
 S

C
H

E
D

CONC COLUMN 
PER PLAN 

A MAXIMUM OF (1) 3"Ø 
SLEEVE IS ALLOWED 
EACH SIDE WITHIN 
SECONDARY CRITICAL 
SECTION

STUD RAIL 
REINFORCING 
WHERE OCCURS

OUTLINE OF SLAB 
SECONDARY CRITICAL 
SECTION

SLAB PRIMARY CRITICAL 
SECTION SHOWN 
HATCHED. NO SLEEVES 
OR PENETRATIONS 
SHALL BE ALLOWED IN 
SLAB CRITICAL SECTION

WHERE OCCURS, LOCATE 
CONDUIT IN SLAB OUTSIDE 
OF SECONDARY CRITICAL 
SECTION. CONDUIT MAY BE 
LOCATED WITHIN 
SECONDARYCRITICAL 
SECTION WITH APPOVAL 
FROM ENGINEER OF 
RECORD PER               FOR, 
TYP CONDUIT DETAIL

/9 S-603

D/2

SLAB EDGE

COLUMN
BELOW

(5) #5 @ 1'-0" o.c.
ABOVE BOTTOM
REINF.

BEAM OR
WALL BELOW

(5) #5x10'-0" @ 1'-0" o.c.
BELOW SLAB TOP
REINF.

BEAM OR
WALL BELOW

NOTE:
PROVIDE AT ALL POST 
TENSIONED SLAB 
CORNERS w/ BEAMS OR 
WALLS TYP. U.N.O.

2
'-
0

" 
T

Y
P

7' - 0"

EDGE OF SLAB 
REF PLAN

(2) #5 TOP AND BOTTOM AS 
SHOWN, TYP UNO

3' - 0"

3
' -

 0
"

7
' -

 0
"

3"

(6) #4x10'-0" @ 6" OC AT 
MID-DEPTH OF SLAB 
UNO

LAP SPLICE

CLASS B

L
A

P
 S

P
L

IC
E

C
L
A

S
S

 B

P
L
A

N
 A

N
D

 1
/S

-3
0

9

P
O

U
R

 S
T

R
IP

 P
E

R

CONT T&B BAR
PER /1 S-309

POUR STRIP REINF
PER /1 S-309

SLAB REINF PER
PLAN

(4) #6 DIAGONAL
BAR IN POUR STRIP
T&B (8 TOTAL)

LONG. T&B BAR
PER /2 S-403

BEAM PER

TIE NOT SHOWN
FOR CLARITY

/2 S-403

2

S-403

1

S-309

1

S-309

2

S-403

NOTE:

INFO NOT SHOWN PER          
AND 

/2 S-403
/1 S-309

CONT T&B BAR
PER /1 S-309

AND 1/S-309

POUR STRIP PER PLAN

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201
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SCALE : NTS1
SHEAR STUD REINFORCING DETAILS AND SCHEDULE

SCALE : NTS5

OPENING
RESTRICTIONS AT COLUMNS

SCALE :  1" = 1'-0"7
REINFORCING AT SLAB CORNERS

SCALE :  1/2" = 1'-0"8
TRIM BARS AT RE-ENTRANT CORNERS

No. Description Date
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SCALE :  1/2" = 1'-0"9
SLAB CORNER OPENING DETAIL
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ENCAPSULATED SHEATHING
BY TENDON SUPPLIER

PRIOR TO CONCRETE 
PLACEMENT ANCHORS
SHALL BE SECURED TO 
FORMWORK WITH
NON CORROSIVE SYSTEM.

CONCRETE SLAB

PT TENDONS

PROTECTION SEQUENCE TO BE COMPLETED WITHIN 5 DAYS AFTER 
STRESSING AND ANCHORING TENDON:

1. VERIFY ELONGATIONS PER GENERAL NOTES AND PT SHOP DRAWINGS.
2. BURN TENDON OFF MIN OF 3/4" FROM OF CONCRETE FACE.
3. COVER TENDON AND EXPOSED ANCHOR WITH BITUMINOUS COATING. 

DO NOT COAT SIDES OF GROUT VOID.
4. SOLIDLY PACK STRESSING POCKET WITH NON SHRINK GROUT.

MIN
 3/4"

HAIRPIN, TYP

PT TENDONS

O
F

F
S

E
T

"X
"

Y/6 Y/6 Y/6 Y/6 Y/6 Y/6

"Y" SWEEP LENGTH

PLAN VIEW

PT TENDON ALL 
IN SAME PLANE

#3 HAIRPIN

PT TENDONS

#3 HAIRPIN

PLAN VIEW

MIN SWEEP LENGTHS:

MAX "H" BEND RADIUS REQUIREMENTS:

OPEN

PROVIDE TRIM REINF FOR 
SLAB OPN'GS W/ DIM 
GREATER THAN 12" PER 

PT TENDONS

2
1
'-
0
" 

M
IN

 
R

A
D

IU
S

"X" OFFSET

"Y" SWEEP**

0.5'

6.5

1.0'

9.0'

1.5'

11.0'

2.0'

13.0'

2.5'

14.0'

3.5'

15.5'

4.0

17.0'

4.5'

18.0'

5.0'

19.0'

5.5'

20.0'

6.0'

21.0'

6.5'

21.5'

3.0'

22.0'

"C" CHORD

"H" HEIGHT

3.0'

5/8"

4.0'

1 1/8"

5.0' 6.0'

1 3/4"

7.0'

3 1/2"

8.0'

4 5/8"2 1/2"

21'-0" M
IN

 

R
A
D
IU

S

CURVED TENDON

**NOTE:  WHERE "Y" SWEEP IS REQ'D TO BE LESS THAN
  REQ'D BY THIS TABLE PROVIDE HAIRPINS PER 

"Y" SWEEP LENGTH

PAST OPN'G
1'-0ʺ MIN STRAIGHT

C" CHORD

M
A

X
 H

T

"H
"

STAGGER DEAD END 
ANCHORAGES AS SHOWN

#4x3'-0" T&B TIED TO TENDONS

1' - 0 "

ADDED PT STRANDS

PLAN VIEW

SECTION VIEW

E
Q

E
Q

L1

L2

GRID

GRID

A2
B2

C2

A1
B1

C1

A3 B3 C3

TRANSITION 
TENDON

EQ EQ

NOTE:

THE SPAN OF THE TRANSITION TENDON CHANGES 
FROM L1 AT LINE 1 TO L2 AT LINE 2. PLACE 
TRANSITION TENDON WITH ITS CONTROL POINTS A3, 
B3 AND C3 EACH VARYING LINEARLY FROM 1 TO 2 
BETWEEN THEI RESPECTIVE VELUES AT 1 TO 2.

#3x  
        
BTWN ANCHORS,
AT EA END & 12" PAST 
EA END AS SHOWN

15"

ANCHORS PER

TYP #4 T&B PER

ADDT'L #4 T&B

TENDON BAND EXTENT

TYP

1' - 0"

TYP

1' - 0" MIN

T
Y

P
3

/4
" 

C
L

R

(5) STRAND MAX PER BUNDLE

HAIRPIN, TYP 

TYP #4 T&B PER                

ADDT'L #4 T&B PER               

3 "

NOTES:

1. REINFORCING REQUIRED WHEREVER CONDUIT SPACED AT LESS THAN 4" OR 3d CLEAR.
2. PROVIDE 2" MIN CLEAR BETWEEN CONDUITS & TENDONS.
3. TENDON AND MILD REINFORCING LOCATIONS TAKE PRECEDENCE OVER CONDUIT LOCATIONS.
4. STACKING OF CONDUIT IS PROHIBITED. 
       CONDUITS SHALL CROSS AT AN ANGLE NOT LESS THAN 45 DEGREES. 
       THE COMBINED DIAMETER SHALL NOT EXCEED 1/3 THE SLAB DEPTH.

C
O

N
D

U
IT

 Z
O

N
E

A
L

L
O

W
A

B
L

E

CONDUIT MAX OD < t/4 AND 1 1/2"

#4 @ 12" OC, T&B

C
O

N
D

U
IT

 Z
O

N
E

A
L

L
O

W
A

B
L

E

t/
3

t/
3

t/
3

t

t/
3

t/
3

t/
3

t

d1

AND 3d2 (4" MIN)

MIN CLR SPACING
LARGER OF 3d1

d2

d TYP

1' - 0" MIN

MIN
1" CLR

MIN
2d

SLAB EDGE 
PER PLAN

M
IN

2
 1

/2
" 

C
L

R

STEEL PIPE INSERT 
(SCHEDULE 40) IS REQUIRED 
WHEN SLAB PENETRATION 
IS WITHIN 45 DEGREES 
BEARING CONE OF TENDON 
ANCHOR

W

TENDON TYP 
PER PLAN

PENETRATIONS FARTHER 
THAN 1.5 TIMES THE DIAMETER 
(D) OR WIDTH (W) BUT NOT 
LESS THAN 1'-6" MIN FROM 
ANCHOR DO NOT REQUIRE 
STEEL PIPE INSERTED

NOTE:
PENETRATIONS WITH DIMENSIONS GREATER THAN 1'-0" 
REQUIRE TRIM REBAR PER           /1 S-303

D

TYP
2 1/2" CLR

MIN
2 1/2" CLR

1'
 - 

6"
 M

IN

1.
5W

 O
R
 1

.5
D

NOTES:
1. TENDON HORIZONTAL TURN GRADIENT SHALL NOT EXCEED 1:6.
2. TENDON OFFSET SHALL NOT EXCEED 1" IN 3'-0".
3. WHERE TENDON HORIZONTAL TURN GRADIENT EXCEED 1:12 OR 

WHERE TENDON OFFSET EXCEEDS 1/2, THE GAP BETWEEN TENDONS 
SHALL BE A MINIMUM OF 2" AND HAIRPINS MUST BE PROVIDED 
THROUGHOUT THE RADIUSED PORTION.

1

6 MAX

#3 x
HAIRPINS @ 12" OC

3'-0 "

TENDON OFFSET

2" GAP BETWEEN TENDONS

PLAN-VIEW

2
' -

 0
" 

, 
T

Y
P

TYP LAP 
SPLICE

SLAB TOP REINF
PER PLAN

SLAB BOTTOM 
REINF PER PLAN

DOWELS TO MATCH 
SLAB REINF

HOOK TOP BARS
AT SLAB EDGE

F
O

R
 S

T
E

P
S

E
E

 P
L
A

N

PER            

LAP SPLICE

/1 S-300

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a

ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a
ti
o
n
_

S
tr

u
c
t.
rv

t

SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-306

TYPICAL

POST

TENSIONED

CONCRETE

DETAILS

895.01

08/23/2023

TLF

Checker

SCALE : NTS1

TENDON PROTECTION
AT STRESSING ANCHORS

SCALE : NTS2
REINFORCEMENT AT PT TENDON SWEEP

2A
SECTION

2B
SECTION

SCALE : NTS3

PT SLAB OPNG AND
SWEEPS AND BENDS

SCALE : NTS5
ADDED PT STRANDS

SCALE : NTS6

DISTRIBUTED PT TENDONS
IN SPANS OF VARYING LENGTHS

8B
END VIEW

8A
PLAN VIEW

SCALE : NTS9
CONDUIT LAYOUT IN PT SLABS

SCALE :  1" = 1'-0"8

FLARE AT DEAD AND STRESSING
END BANDED TENDON ANCHORS

SCALE : NTS4

PT SLAB
OPENING REINFORCING SLEEVES

SCALE : NTS7

SLAB TENDON PLACEMENT FOR
SWEEPS >1:12

SCALE : NTS10
PT SLAB STEP (STEP < 2")

No. Description Date
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MINIMUM CLEAR COVER (IN)

CT CBE CB

3/4* 1 1/2 3/4

1 1 1

TENDONS

REBAR

LEGEND

T - SLAB THICKNESS

W - COLUMN WIDTH

CT, CB, CBE - CLEAR COVER PER TABLE

NOTES:

1. WHEN TWO ADJACENT SPANS HAVE DIFFERENT SLAB THICKNESSES THEN BOTTOM DRAPE OF 
POST-TENSIONED TENDONS AT SUPPORTS IS REFERENCED TO THE THINNER SLAB.

2. L  =  GREATER OF L1 OR L2 FOR INTERIOR SUPPORT.
3. A MINIMUM OF (2) TENDONS TO PASS DIRECTLY OVER COLUMN EACH WAY.
4. MAXIMUM TENDON CURVATURE:

5. TENDON HIGH POINT OCCURS OVER THE CENTER OF THE SUPPORT, AND THE DOWNWARD 
DRAPE BEGINS IMMEDIATELY.  TENDON PROFILE SHOULD NOT BE FLAT OVER THE SUPPORT. 
MOVE UNIFORM TOP BARS HORIZONTALLY AS NEEDED TO ACCOMODATE DRAPE.

6. TENDON BUNDLES MUST BE FLAT, NOT STACKED.
7. SEE PLANS FOR TENDON TRAJECTORY.
8. * UNIFORM TENDONS EACH SIDE OF COLUMN MAY BE LOWERED TO FIT UNDER BANDED TOP 

BARS. BANDED TENDONS MAY BE LOWERED SO THAT THEY SHARE THE SAME SUPPORT BAR AS 
THE BANDED TOP BARS.

6
1

GRID GRID

U
N

O

E
Q

U
N

O

E
Q

MIN #4 CONT

SLAB OVERHANG
WHERE OCCURS

TOP BAR, SEE PLAN

BOT BAR, SEE PLAN

CENTER ADDED 
BOTTOM BARS 
IN SPAN

L1

S
E

E
 P

L
A

N

D
E

P
T

H

CBE AT END SPAN

CB AT OTHER SPANS

TOP BAR, SEE PLAN

BOT BAR, SEE PLAN

(2) UNIFORM TENDONS
AT EACH COLUMN

COLUMN OR WALL
PER PLAN

BANDED 
TENDONS

CLASS  B  LAP

P
E

R
 P

L
A

N
T

E
N

D
O

N
 C

.G
.

TYP

6" MIN

T
Y

P
C

L
R (SEE
 N

O
TE 1)

P
ER

 PLAN

0.3L OR 5x SLAB DEPTH

GREATER OF

0.3L OR 5x SLAB DEPTH

GREATER OF

TYP
2" CLR

0.3L OR 5x SLAB DEPTH

GREATER OF

L2

1E 1F1H 1G 1D 1C

1

1 1

W

TOP MILD REINF IN DISTRIBUTED 
DIRECTION TO BE DISTRIBUTED 
WITHIN THESE DIMENSION LINES 
EACH WAY UNO (@ 12" OC MAX 
SPACING)

TYPICAL MILD 
REINF STAGGER

MILD REINF, SEE PLAN

COLUMN

BANDED TENDONS
(4 PER BUNDLE, MAX)

STUDRAILS WHERE REQ'D

UNIFORM TENDONS (6T 
OR 48" OC MAX SP)

2 TENDONS

1C

1D

1.5 T 1.5 T

1' - 0"

1
' -

 0
"

3" OC TYP (WHERE SLAB 
IS 8" THICK OR LESS, 
USE 6" OC SPACING 
AND TURN ANCHORS 90° 
OR AS REQUIRED BY 
POST-TENSIONING SYSTEM

W

HAIRPIN BARS

STUDRAILS 
WHERE REQ'D

COLUMN

SLAB EDGE

MIN (2) TENDONS

UNIFORM TENDONS
(6T OR 48" OC MAX SP)

BANDED TENDONS
(4 PER BUNDLE, MAX)

TOP MILD REINF TO BE 
DISTRIBUTED WITHIN THESE 
DIMENSION LINES EACH WAY 
UNO (@ 12" OC MAX SPACING)

1G

1
' -

 0
"

W 1.5 T

1
.5

 T
1

.5
 T

TOP BAR
(BANDED DIRECTION) BANDED TENDON

TOP OF UNIFORM TENDON 
AND TOP BAR
(UNIFORM DIRECTION)

* UNIFORM TENDONS EACH SIDE OF COLUMN 
  MAY BE LOWERED TO FIT UNDER BANDED 
  TOP BARS BUT SHOULD BE RAISED BACK TO   
  ORIGINAL DEPTH OUTSIDE OF BANDED TOP BARS

MIN (2) UNIFORM TENDONS*

ALTERNATE

3
0
 d

b
  
L
A

P

BOTTOM BARS PER PLAN

TOP BAR AND BANDED 
TENDONS IN SAME PLANE

STUDRAIL REINF. NOT SHOWN
TOP BAR
(UNIFORM 
DIRECTION)

UNIFORM 
TENDONS*

BANDED TENDON

COLUMN BARS TO 
HOOK UNDER SLAB 
TOP BARS

TOP BAR AND UNIFORM 
TENDONS IN SAME PLANE

T
E

N
D

O
N

 A
N

D
 T

O
P

 B
A

R
C

T
 C

L
R

 T
O

 B
A

N
D

E
D

T
Y

P
1

/2
" 

M
A

X

BANDED DIRECTION REBAR 
PLACED OVER TENDON OR MOVE 
TO THE SIDE TO ACCOMODATE 
TENDON PROFILE

UNIFORM DIRECTION 
REBAR

UNIFORM TENDON

TYPICAL BANDED 
DIRECTION REBARD

C
O

V
E

R

C
L
E

A
R

T
E

N
D

O
N

 C
.G

.

UNIFORM DIRECTION REBAR 
PLACED OVER TENDON OR 
MOVE TO THE SIDE TO 
ACCOMODATE TENDON 
PROFILE

BANDED TENDON

UNIFORM TENDON

TYPICAL UNIFORM
DIRECTION REBARD

BANDED DIRECTION REBARD

T
E

N
D

O
N

 C
.G

.

C
O

V
E

R
C

L
E

A
R

T
E

N
D

O
N

 C
.G

.

TENDON ANCHORAGE, 
HAIRPIN AND BACKUP 
BARS PER    OR                 

TOP BAR UNIFORM 
DIRECTION

PLANE OF TOP BAR
AND HAIRPIN

STUDRAIL REINF 
NOT SHOWN

UNIFORM TENDON

TOP BAR BANDED 
DIRECTION

BANDED TENDON

BOTTOM BARS PER PLAN

WALL DOWELS
BELOW TOP BARS

S
E

E
 P

L
A

N

/4 S-3081,

(2) #4 CONT BACK-UP BARS
(LAP 30° AS REQ'D, 
STAGGERED)

TENDON ANCHORAGE, 
HAIRPIN AND BACKUP BARS 
PER    OR

TENDON ANCHOR

ADDED BARS AT SLAB EDGE
PER PLAN, (2) #5 MIN

GROMMETS AT STRESSING 
END ONLY. STRESSING 
POCKETS SHALL BE PACKED 
WITH NON-SHRINK GROUT 
AFTER TENDON ENDS HAVE 
BEEN BURNED OFF

POST-TENSIONDED TENDON 

DEAD END ANCHORS
2 1/2" COVER AT

E
Q

E
Q

S
E

E
 P

L
A

N

/4 S-3081,

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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PROBATION
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COUNTY OF

SANTA
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S-307

TYPICAL
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CONCRETE
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08/23/2023

SCALE : NTS1
TWO-WAY PT SLAB DETAILS

1A
PLAN AT INTERIOR COLUMN

1B
PLAN AT SLAB EDGE

1C
UNIFORM AT COLUMN

1D
BANDED AT COLUMN

1E
UNIFORM LOW POINT

1F
BANDED LOW POINT

1G
SLAB EDGE - SUPPORTED

1H
SLAB EDGE - UNSUPPORTED

No. Description Date

1 PC1 12-15-2023
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T

E
Q

E
Q

3/8T

16"

ADD'L (2) #4 T&B AT 
BANDED TENDON @ 6" OC 
EXTENDED BEYOND LAST 
ANCHOR EACH END

TENDON SUPPORT 
BARS 48" OC, MAX

#4 HAIRPIN EA SIDE, EA 
ANCHOR. TOTAL EQUAL TO 
NUMBER OF ANCHORS PLUS 1

GROMMET SEE                
FOR ADD'L INFO

PT TENDON 
STRESSING TAIL

PT SLAB PER PLAN

1'-6"

1'-6"

T

E
Q

E
Q

16"

#4 CONT T&B AT SLAB 
EDGE TIED TO ANCHOR

TENDON SUPPORT 
BARS 48" OC, MAX

GROMMET SEE                
FOR ADD'L INFO

PT TENDON 
STRESSING TAIL

PT SLAB PER PLAN

S
E

E
 P

L
A

N

(APPROX)

12"

SEE NOTE

PT SLAB PER PLAN

#4 HAIRPIN EA SIDE, 
EA ANCHOR AT 
BANDED TENDONS

1'-6"

1'-6"

ADDED REBARS 
AND HAIRPIN AT  
BANDED 
TENDON ONLY

STRAIGHT

16" MIN

NA

SHEAR KEY PER

(2) #4 BACKUP BARS AT 
DISTRIBUTED TENDONS ONLY

#5x5'-0" @ 24" OC 
TOP & BOTTOM

NOTE:

SLIDE / PLACE AND SEAL CORROSION PROTECTIVE SLEEVE 
OVER EXPOSED STRAND AFTER STRESSING.

E
Q

E
Q

2 1/2"
PT SLAB PER PLAN

PT TENDON

SUPPORT BARS 
48" OC, MAX

(1) #5  T&B CONT
BOTTOM REINF 
PER PLAN

#4 CONT T&B TIED 
TO ANCHOR, TYP

CHAIR @ 3'-0", MAX

E
Q

E
Q

TYP

2"
MIN

EXCEPT @ EXTERIOR SPANS

4'-0" MAX WIDTH OF BANDED TENDONS

CENTER SUPPORT

U
N

O
1

" 
C

L
R

#4 CONT SUPPORT 
BAR TYPICAL

UNIFORM TENDONS

TYPICAL CHAIR

BANDED TENDONS

SUPPORT BAR 
OR BOLSTER

SUPPORT WIDTH

EQ EQ

SEE PLAN FOR TYPICAL 
BOTTOM REINFORCING

BANDED TENDONS AT MID-SPAN

BANDED TENDONS AT SUPPORT
SCALE: 3"=1'-0"

DISTRIBUTED TENDONS AT SUPPORT
SCALE: 3"=1'-0"

U
N

O

1
" 

C
L
R

MIN, TYP
2" CLR

U
N

O
1

" 
C

L
R

UNIFORMLY DISTRIBUTED 
PT TENDONS

BANDED PT TENDONS 
(NUMBER OF 
TENDONS MAY VARY) 
4 PER BUNDLE MAX

(T) UPPER 
REBAR 
SEE PLAN

SUPPORT 
BAR

CHAIR

(T) LOWER REBAR SEE PLAN

CHAIR

BANDED P/T TENDONS

UNIFORMLY 
DISTRIBUTED P/T 
TENSIONED TENDONS

SUPPORT BAR

(T) LOWER REBAR 
SEE PLAN

(T) UPPER 
REBAR 
SEE PLAN

PT SLAB PER PLAN

2 1/2"

PT TENDON

#4 HAIRPIN EA SIDE, 
EA ANCHOR

1'-6"

1'-6"

SUPPORT BARS 
48" OC, MAX

E
Q

E
Q

(2) #4 T&B 6" OC 
EXTEND 1'-0" 
BEYOND LAST 
ANCHOR

(1) #5  T&B CONT BOTTOM REINF 
PER PLAN

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SCALE : NTS1

SLAB EDGE  AT
BANDED TENDON STRESSING END

SCALE : NTS2

SLAB EDGE  AT
UNIFORM TENDON STRESSING END

SCALE : NTS3

CONSTRUCTION JOINT W/
INTERMEDIATE STRESSING

SCALE : NTS5

SLAB EDGE  AT UNIFORM TENDON
DEAD END

SCALE : NTS6
BANDED AND DISTRIBUTED TENDONS DETAILS
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SLAB EDGE
AT BANDED TENDON DEAD END
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C
L
R

1
"

POST TENSIONED 
CONC SLAB PER PLAN

SLAB REINF PER PLAN

P
E

R
 3

/S
5

7
0

L
A

P
 S

P
L

IC
E

CMU WALL PER PLAN

PT TENDONS PER PLAN
SEE DETAIL     OR                 
FOR BALANCE OF INFO

/2 S-308

CONTINUOUS KEY

SLAB TO REMAIN FULLY 
SHORED UNTIL POUR 
STRIP HAS REACHED 
DESIGN STRENGTH, TYP.

SHORING AS 
REQUIRED

#4 DOWEL @ 16" OC

Ls MIN PER /1 S-300

DOWELS PER 
WALL ELEVATION

#5 BARS @ 8" OC

(3) #6 @ 12" OC T&B

1,

HAIRPINS PER 
WHERE BANDED 
TENDONS OCCUR

/1 S-308

DOWELS PER 
WALL ELEVATION

1

1

TYPICAL PT SLAB 
BOTTOM BARS TO 
EXTEND THROUGH 
POUR STRIP

1

11

3

PER ELEVATION S-311, S-312

PT BEAM

S
T

E
P

 P
E

R
 A

R
C

H
1

4
" 

M
A

X

P
E

R
 E

L
E

V
A

T
IO

N

PT SLAB PER PLAN

BUILT-UP SLAB OVER FOAM 
PER PLAN WHERE OCCURS 
PER                

BEAM PT STRANDS
PER PLAN

TIES PER PLAN

DRAPE PT STRANDS
THROUGH BEAM
SEE PLAN FOR 
ORDINATE

WOOD WALL
WHERE OCCURS

/6 S-301

B
E

A
M

 E
L

E
V

A
T

IO
N

O
R

D
IN

A
T

E
 P

E
R

6
1

CLASS 'B' LAP SPLICE

DOWELS TO MATCH 
SLAB REINFORCING

ADD BARS @ MID-DEPTH 
WHERE OCCUR, SEE DETAIL  

DOWELS TO MATCH 
BUILT-UP SLAB REINF.

/9 S-310

2

S
H

O
R

IN
G

 A
S

 
R

E
Q

U
IR

E
D

S
L
A

B
 B

E
Y

O
N

D

PER            

POUR STRIP BEYOND

PT BEAM PER PLAN

CMU WALL BEYOND

CMU PILASTER 
PER PLAN

TROWEL SMOOTH 
AND PROVIDE BOND 
BREAKER

CMU WALL REINF TO 
PASS THRU PILASTER

/1 S-309

2

S-402

PT SLAB 
PER PLAN

PER           

POUR STRIP PER PLAN WHERE OCCURS
CONC CURB

2" COMPRESSIBLE 
MATERIAL

P
T

 B
E

A
M

 P
E

R
 P

L
A

N

PT TENDONS 
PER PLAN

CMU PILASTER 
BELOW

/1 S-309

(3) #6 T&B.  PROVIDE 
CLASS' B' LAP 
SPLICE WITH T

POST TENSIONED 
CONC SLAB PER PLAN

SLAB REINF PER PLAN

PT TENDONS PER PLAN
SEE DETAIL     OR                 
FOR BALANCE OF INFO

/2 S-308

Ls MIN PER /1 S-300

#5 DOWELS @ 8" OC

#5 BARS @ 8" OC

(3) #6 @ 12" OC T&B

1,HAIRPINS PER 
WHERE BANDED 
TENDONS OCCUR

/1 S-308 1
1
" 

M
IN

C
L
R

1
"

(3) #5 @12"OC EA FACE  

#4 STIRRUPS 
@ 8" OC, TYP

(5) #11

2' - 0"

2

2

(2) #5
3" 2' - 0" 3

SLAB TO REMAIN FULLY 
SHORED UNTIL POUR 
STRIP HAS REACHED 
DESIGN STRENGTH, TYP.

3

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SCALE :  1" = 1'-0"1
TYPICAL PT SLAB TO CMU WALL

SCALE :  1" = 1'-0"2
LARGE STEP IN SLAB

3B
PT BEAM TO CMU WALL SECTION

SCALE :  1" = 1'-0"3
DETAIL

3A
PT BEAM TO CMU WALL PLAN VIEW

SCALE :  1" = 1'-0"4
CONC EDGE BEAM AND PT SLAB AT DRIVEWAY OPENING

1

No. Description Date

1 PC1 12-15-2023

2 PC2 01-26-2024

3 PC3 02-22-2024
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MIN

6"

C
L
R

1
 1

/2
"

PER ELEVATION

WIDTH

OF BEAM

PT SLAB TENDONS

NOTES:

1. SEE PT BEAM ELEVATIONS FOR BEAM REINF AND SIZE.
2. AT CONDITIONS WHERE THERE ARE TWO TYPES OF BARS 

(TOP OR BOTTOM) THAE LARGER BARS SHALL BE PLACED 
CLOSER TOT HE EDGE OF THE BEAM.

SLAB REINF
PER PLAN

(1) #5 SKIN BARS
EA FACE @ 12"OC

CENTER OF GRAVITY 
OF TENDONS IN 
PARABOLIC DRAPE 
TYP, UNO SEE PT 
BEAM ELEVATIONS 
FOR ORDINATE

OPTIONAL STIRRUP CAP W/ 
135° HOOK ALTERNATE SIDES 
OF STRAIGHT LEG W/ 135° 
HOOK AT TOP OF LOWER 
PORTION BOTH SIDES

CLR
1 1/2"

R
E

F
 P

L
A

N

T

C
L
R

2
"

P
E

R
 E

L
E

V
A

T
IO

N

D
E

P
T

H

3

S-310

6

S-310

AT EXTERIOR 
COLUMN

AT INTERIOR 
COLUMN

C
L
R

1
 1

/2
"

PER ELEVATION

WIDTH

PT BEAM TENDONS 
PER ELEVATION

R
E

F
 P

L
A

N

T

P
E

R
 E

L
E

V
A

T
IO

N

D
E

P
T

H

PT SLAB TENDONS 
PER PLAN

ADD'L BARS WHERE 
OCCURS, SEE PLAN

PT SLAB 
REINFORCING 
PER PLAN

PT BEAM 
PER PLAN

CONCRETE COLUMN
PER /1 S-304PT BEAM REINF 

PER ELEVATION

E
L
E

V
A

T
IO

N

R
E

F
 B

E
A

M

PT BEAM TOP BARS W/ 
STD HOOK AT COLUMN

CONCRETE COLUMN
PER 

DISTRIBUTED 
TENDONS PER PLAN

PT BEAM TENDONS
PER ELEVATION

P
E

R
 E

L
E

V
A

T
IO

N

D
E

P
T

H

P
E

R
 P

L
A

N

S
L
A

B
 T

E
L
E

V
A

T
IO

N

C
G

P
E

R
 P

T
 B

E
A

M

IN
T

O
 B

M

1
/2

" 
M

A
X

 P
E

N
O

F
 C

O
L
U

M
N

PT BEAM 
PER PLAN

PT BEAM REINF
PER ELEVATIONNOTE:

PT BEAM TENDON 
ANCHORAGE BURSTING 
REINF NOT SHOWN.
PER 

BURSTING REINF 
PER 

PT BEAM BOTTOM 
BARS W/ STD HOOK 
AT COLUMN

S
E

C
T

IO
N

C
L
R

P
E

R
 B

E
A

M

MIN
2" CLR

/4 S-310

/1 S-304

END ELEVATION VIEW

#4 TYP BETWEEN 
EACH ANCHOR UNO

#4 T&B
& BETWEEN 
EACH ANCHOR

6
"

SECT A-A

3" 2" 2" 3"

P
E

R
 E

L
E

V
A

T
IO

N

D
E

P
T

H
 "

D
"

D
/3

D
/3

D
/3

ADD (2) STIRRUPS TO 
EACH SIDE OF JOINT 
MATCH BEAM STIRRUPS

BOTTOM OF SLAB

PT TENDON 
PER PLAN

PT BEAM FLANGE

PT BEAM REINF 
PER ELEVATION

PT BEAM STEM

ADD (2) #6x6'-0" CENTER 
ON CONSTRUCTION JOINT

2x8xD/3 KEY

NOTE:

PT TENDON TO BE LOCATED AT CG OF BEAM IF 
INTERMEDIATE STRESSING ANCHOR IS USED.

TOP REINF IN SLAB 
PER PLAN

CONCRETE COLUMN
PER

DISTRIBUTED 
TENDONS PER PLAN

PT BEAM TENDONS
PER ELEVATION

P
E

R
 E

L
E

V
A

T
IO

N

D
E

P
T

H

P
E

R
 P

L
A

N
S

L
A

B
 T

E
L
E

V
A

T
IO

N

C
G

 T
E

N
D

O
N

S
P

E
R

 P
T

 B
E

A
M

S
E

C
T

IO
N

C
L
R

P
E

R
 B

E
A

M

IN
T

O
 B

M

1
/2

" 
M

A
X

 P
E

N
O

F
 C

O
L
U

M
N

PT BEAM 
PER PLAN

PT BEAM REINF
PER ELEVATION MIN

2"

MIN
2"

/1 S-304

1
" 

M
A

X

6

1

BEAM TIES PER BEAM
ELEVATION

ADDITIONAL #4 @ 18"OC

BOTTOM BARS
PER PLAN

LAP SPLICE

CLASS 'B'

1/4

(4) 1/2"DIA HEADED 
STUD WITH 8" EMBED

HSS PER PLAN

3/8"x6"x6" 
EMBED PL

(4) 1/2"DIA HEADED STUD 
WITH 8" EMBED

PT CONC SLAB 
PER PLAN

1" TYP
3

CLASS 'B' LAP SPLICE

S-311, S-312

PT BEAM PER PLAN

ADD BARS @ MID-DEPTH 
PER PLAN 

ADD'L (2) HAIRPINS TO 
MATCH BEAM & SIZE AND 
SPACING WHERE MID-
DEPTH ADD BARS OCCUR

FOR BALANCE OF 
INFO, SEE 2/S-309

3
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SCALE : NTS1
PT BEAM SECTION

SCALE : NTS2
PT BEAM AT COLUMN

SCALE : NTS3

EXTERIOR PT BEAM -
COLUMN CONNECTION

SCALE : NTS4

PT BEAM ENDS BURSTING
REINFORCING AT PT ANCHORAGE

SCALE : NTS5
PT BEAM CONSTRUCTION JOINT

SCALE : NTS6
INTERIOR PT BEAM - COLUMN CONN

SCALE :  1" = 1'-0"7
STEP IN PT BEAM ELEVATION

SCALE :  1 1/2" = 1'-0"8

PLAZA DECK ISOLATED HSS POST
BASE PLATE

SCALE :  1" = 1'-0"9
DRAG REBAR AT STEP

1

No. Description Date

1 PC1 12-15-2023

3 PC3 02-22-2024
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BEAM 4'-0"Wx2'-6"D

2
' -

 6
"

C B

1
' -

 3
"

2
' -

 4
 3

/4
"

2
' -

 2
"

TENDONS FROM SLAB DRAPE INTO BEAM
(8) 1/2" Ø TENDONS
[Fe = 27 K PER TENDON]

(5) #8
(5) #8

(5) #8

COL SUPPORT

#4 HOOPS @ 9" OC
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S-310
PT SLAB PER PLAN

S-309

3
SIM

1
' -

 3
"

2
' -

 1
"

#4 HOOPS@ 18'' OC

2
' -

 6
"

(5) #8

1
' -

 3
"

COL SUPPORT

4.2 4.4 5 7 8 12 13 15
DEPRESSION PER PLAN

5
"

2
' -

 0
"

2
' -

 0
"

1
' -

 1
0

"

1
' -

 3
"

6
"

(26) 1/2"Ø PT TENDONS
[FE = 27 K PER TENDON]
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NON-BEARING 
PARTITION PER ARCH

(3) #8 T&B

STAIR WELL 
WHERE OCCURS

SLAB WHERE 
OCCURS

SLAB WHERE 
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1:6 MAXIMUM SHOP OFFSET 
BEND AS REQUIRED OR 
WHERE SHOWN ON PLANS

NON-CONTACT LAP 
(SEE NOTE 5)

BAR SIZE

#3

#4

#5

D'

1 1/2"

2"

2 1/2"

2

FACE OF CMU

FACE OF CMU OR  
JOINT @ 
STANDARD HOOK

12

BAR 
SIZE

3

4

5

6

7

8

9

NOTES: 

1. USE DEVELOPMENT LENGTH (ld) AND SPLICE LENGTH (ls) INDICATED IN SCHEDULE FOR ALL DOWEL 
LENGTHS NOT SHOWN ON PLANS UNLESS OTHERWISE PERMITTED BY THE SEOR AND JURISDICTION 
AGENCY. 

2. DEVELOPMENT LENGTHS (ld) AND SPLICE LENGTHS (ls) INDICATED IN SCHEDULE CORRESPOND TO 
GRADE 60 BARS IN 1,500 OR 2,500 PSI NORMAL WEIGHT CMU. 

3. THIS SCHEDULE SHALL BE USED WHERE DEVELOPMENT AND SPLICE LENGTHS ARE NOT 
SPECIFICALLY DETAILED AND DIMENSIONED ON THE DRAWINGS. 

4. WHERE BARS OF DIFFERENT SIZES ARE LAP SPLICED, SPLICE LENGTH SHALL BE THE SPLICE LENGTH 
OF THE SMALLER BAR. 

5. NON-CONTACT LAP SPLICES SHALL NOT EXCEED THE SMALLER OF ONE-FIFTH THE SPLICE LENGTH 
OR 8". 

6. NOTE THAT THE LAP SPLICES SHOWN ACCOUNT FOR THE INCREASE IN LAP SPLICE IN REGIONS OF 
MOMENT WHERE THE DESIGN TENSILE STRESSES IN THE REINFORCEMENT ARE GREATER THAN 80 
PERCENT OF THE ALLOWABLE STEEL TENSION STRESS, Fs. 

7. D = FINISHED INSIDE BEND DIAMETER. 
8. db = NOMINAL BAR DIAMETER.

f'm = 1500 psi
DEVELOPMENT 
LENGTH (ld) OR 

LAP SPLICE 
LENGTH (ls)

1'-5"

2'-5"

3'-9"

7'-1"

9'-7"

14'-5"

18'-3"

HOOK 
DEVELOPMENT 

LENGTH (le)

0'-5"

0'-7"

0'-9"

0'-10"

0'-12"

1'-1"

1'-3"

D

2 1/4"

3"

3 3/4"

4 1/2"

5 1/4"

6"

9 1/2"

ln

0'-5"

0'-8"

0'-10"

1' - 0"

1' - 2"

1' - 4"

1' - 7 1/2"

TYPICAL LAP SPLICE

PER SCHED

SPLICE LENGTH ( ls )

PER SCHED

SPLICE LENGTH ( ls )

S
P

A
C

IN
G

C
L
E

A
R

d
b

S
P

A
C

IN
G

C
L
E

A
R

PER SCHED
SPLICE LENGTH  (ls )

PER SCHED
SPLICE LENGTH  (ls )

STAGGERED SPLICING

BUT NOT LESS THAN 12"

LAP SPLICES SHALL INCLUDE (3) CROSS-WIRES

WELDED WIRE FABRIC

6
d

b

d
b

d
b

D

D

D

D

135° HOOK 90° HOOK

3" M
IN

6d
b, O

R

1
2
d

b

d
b

D

U
N

O

H
O

O
K

 L
E

N
G

T
H

"I
n
"

D

2 1/2" MIN
4 db

d
b

TYPICAL COLUMN BAR OFFSET

f'm = 2500 psi
DEVELOPMENT 
LENGTH (ld) OR 

LAP SPLICE 
LENGTH (ls)

1'-1"

1'-11"

2'-11"

5'-6"

7'-5"

11'-2"

14'-2"

TIES

 1/2" MIN

3/4" MIN FOR #6 & 
GREATER @ 
EXTERIOR WALLS

"le " @ (SEE SCHEDULE)

HOOK DEVELOPMENT LENGTH

FILL JOINT W/ SEALANT

STOP HORIZ REINF AT 
JOINT AS SHOWN

PROVIDE OPEN END 
BLOCKS AT JOINT AND 
SAWCUT AS REQUIRED

ADD (1) #4 VERT 
EA SIDE OF JOINT

NOTE:

1. PROVIDE JOINTS AT INTERVALS NOT TO 
EXCEED 30 FEET EXCEPT AS NOTED.

4'-0" SMOOTH DOWEL TO 
MATCH HORIZ REINF COAT W/ 
GREASE OR PLASTIC SLEEVE

ELASTOMERIC SEALANT 
W/ BACKER ROD, TYP

PROVIDE OPEN END 
BLOCKS AT JOINT AND 
SAWCUT AS REQUIRED

ADD (1) #4 VERT 
EA SIDE OF JOINT

NOTES:

1. PROVIDE JOINTS AT INTERVALS NOT TO 
EXCEED 20 FEET EXCEPT AS NOTED.

2. CONCRETE BLOCK SHOWN - BRICK SIMILAR.

CONT HORIZ BARS THRU CJ

HEAD JOINT
WIDTH OF

H
E

A
D

 J
O

IN
T

, 
T

Y
P

S
E

A
L
A

N
T

 D
E

P
T

H
 =

1
/2

 W
ID

T
H

 O
F

12" CMU WALL (PLAN VIEW)

MAX
5" M

A
X

3
"

24" MIN

(3) 3/4"Ø MAX CONDUIT IN 
CELL WITHOUT VERTICAL 
REINFORCEMENT

ELECTRICAL BOX 
3"x5"x10" MAX (WITHOUT 
CUTTING BARS)

WHERE CONDUIT OCCUR IN CELL 
CONTAINING VERTICAL REINFORCEMENT 
PROVIDE MINIMUM 1" CLR BETWEEN BAR 
AND CONDUIT - CENTER CONDUIT IN CELL

CONT WALL HORIZONTAL 
REINFORCING PER ELEVATION

(1) 3/4"Ø MAX CONDUIT 
IN CELL W/ VERTICAL 
REINFORCEMENT

CMU WALL 
PER PLAN

NOTES:
1. PLACE CONDUITS IN CELLS WITHOUT VERTICAL REINFORCEMENT WHENEVER POSSIBLE.
2. WIRE VERTICAL CONDUIT TO WALL HORIZONTAL BARS. MAINTAIN BARS IN PLACE DURING 

GROUT POUR.
3. HORIZONTAL CONDUIT ARE NOT PERMITTED.
4. NO ALUMINUM COMPONENT SHALL BE EMBEDDED IN MASONRY CONSTRUCTION.

SQUARE WASHER @ ALL 
WOOD LEDGERS, SEE 
WOOD GENERAL NOTES 
FOR REQ'MTS, TYP

LEDGER WHERE 
OCCURS, TYP

A
R

O
U

N
D

 A
B

1
/2

" 
M

IN
 A

L
L

d

NOTES:

1. CONTRACTOR TO VERIFY THAT ALL SPECIFIED AB EMBEDMENTS 
ARE DIMENSIONALLY POSSIBLE AND CONFIRM THAT HEADED BOLTS 
ARE USED IN LIEU OF BENT BAR AB IF REQUIRED.

2. REINF NOT SHOWN FOR CLARITY.

HEADED BOLT AB

1/4" MIN @ FIND GROUT
1/2" MIN @ COARSE GROUT

CM-007

CMU WALL AND 
REINF PER PLAN

ADD TRIM BARS 
PER NOTE 4

OPENING PER 
ARCH OR 
MEP DWG'S

OPENING SHALL BE IN 
1/2 BLOCK MODULES 
IN WIDTH. FULL BLOCK 
MODULES IN HEIGHT. 
MAX OPENING 24" x 
DIAMETER UNLESS 
NOTED OTHERWISE

STOP WALL REINF 
@ OPENING

NOTES:

1. FOR OPENINGS SMALLER THAN 16", ADDITIONAL REINFORCING IS NOT REQ'D UNLESS DISTRIBUTED 
REINFORCEMENT IS INTERRUPTED. 

2. SEE WALL ELEVATIONS OR PLANS FOR REINFORCEMENT AT LARGER OPENINGS. 
3. CLUSTERS OF SMALL HOLES WHOSE OVERALL MEASUREMENT EXCEEDS 1'-0" SHOULD BE  

REINFORCED AS ONE OPENING.  
4. TRIM BARS AT EA SIDE OF OPENING TO MATCH SIZE AND QUANTITY OF PRIMARY REINFORCEMENT 

BARS INTERRUPTED DUE TO OPENING, MIN (2) #5 EA SIDE.
5. ANY OPENINGS NOT SHOWN ON THE STRUCTURAL DRAWINGS SHALL BE BROUGHT TO THE  SEOR'S 

ATTENTION BY THE CONTRACTOR PRIOR TO PERFORMING WORK. 

CMU WALL AND 
REINF PER PLAN

ADD TRIM BARS 
PER NOTE 4

OPENING PER 
ARCH OR 
MEP DWG'S

ROUND OPENINGS 
SHALL BE CORED 
AFTER WALL HAS 
BEEN GROUTED. 
CORED HOLE MUST 
LIE WITHIN THIS AREA 
AND BE REINFORCED 
AS SHOWN

OPENING SHALL BE IN 
1/2 BLOCK MODULES 
IN WIDTH. FULL BLOCK 
MODULES IN HEIGHT. 
MAX OPENING 24" x 
DIAMETER UNLESS 
NOTED OTHERWISE

STOP WALL REINF 
@ OPENING

NOTES:

1. FOR OPENINGS SMALLER THAN 16", ADDITIONAL REINFORCING IS NOT REQ'D UNLESS DISTRIBUTED 
REINFORCEMENT IS INTERRUPTED. 

2. SEE WALL ELEVATIONS OR PLANS FOR REINFORCEMENT AT LARGER OPENINGS. 
3. CLUSTERS OF SMALL HOLES WHOSE OVERALL MEASUREMENT EXCEEDS 1'-0" SHOULD BE  

REINFORCED AS ONE OPENING, SEE  
4. TRIM BARS AT EA SIDE OF OPENING TO MATCH SIZE AND QUANTITY OF PRIMARY REINFORCEMENT 

BARS INTERRUPTED DUE TO OPENING, MIN (2) #5 EA SIDE.
5. ANY OPENINGS NOT SHOWN ON THE STRUCTURAL DRAWINGS SHALL BE BROUGHT TO THE  SEOR'S 

ATTENTION BY THE CONTRACTOR PRIOR TO PERFORMING WORK. 

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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08/23/2023

SCALE : NTS1

CMU -LAP SPLICES/DEVELOPMENT
LENGTH SCHEDULE

SCALE :  1" = 1'-0"2
NOT USED

SCALE :  1" = 1'-0"3

CONTROL JOINT
AT FENCES/RET'G WALLS

SCALE :  1" = 1'-0"4
CONTROL JOINT AT CMU WALLS

SCALE :  1" = 1'-0"5
VERTICAL CONDUITS IN CMU WALL

SCALE :  3" = 1'-0"6
PLACEMENT OF AB IN CMU WALL

SCALE :  1" = 1'-0"7
RECTANGULAR OPENING IN CMU WALL

SCALE :  1" = 1'-0"8
ROUND OPENING IN CMU WALL

No. Description Date

3 PC3 02-22-2024
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TYPICAL NOTES:

1. ALL CELLS SHALL BE GROUTED SOLID, UNO.
2. WALL CONSTUCTION SHALL BE RUNNING BOND ONLY.
3. SEE ARCH PLANS FOR WALL FIRE-RATING TYPES AND LOCATIONS.
4. PROVIDE CMU LINTELS AT ALL CMU OPENINGS UNLESS NOTED OTHERWISE.
5. ALL MASONRY OPENINGS SHALL BE SHORED UNTILL MASONRY HAS CURED FOR A 

MINIMUM OF 72 HOURS.
6. REFER TO ARCHITECTURAL, MECHANICAL, ELECTRICAL AND PLUMBING DRAWINGS 

FOR SIZE AND LOCATIONS OF OPENINGS. IT IS THE RESPONSIBILITY OF THE 
CONTRACTOR TO VERIFY AND PROPERLY SIZE ALL CMU WALL OPENINGS.

7. SEE GENERAL NOTES FOR MORE INFORMATION.

LINTEL REINFORCEMENT SCHEDULE

SPAN MAX 
W

BOTTOM BAR
WALL 

THICKNESS

CMU JAMB REINF SCHEDULE 

WALL 
THICKNESS

8" 11'-0"

MAX WALL 
HEIGHT

8'-0"

MAX OPENING 
CLEAR SPAN

(2) #4

(BARS PER ROW) 
AND SIZE

2

ROWS 
REQUIRED

12" 11'-0" 8'-0" (2) #5 2

8"

LESS THAN 4'-0"

GREATER THAN 8'-0"

4'-1" - 6'-0"

6'-1" - 8'-0"

(2) #4

(2) #5

(2) #6

PER ELEVATION

12"

LESS THAN 4'-0"

GREATER THAN 8'-0"

4'-1" - 6'-0"

6'-1" - 8'-0"

(2) #4

(2) #5

(2) #6

PER ELEVATION

2

3

3

T.O. FLOOR

OR ROOF

h
 P

E
R

 S
C

H
E

D
U

L
E

P
E

R
 S

C
H

E
D

ℓ s
,T

Y
P

WALL CORNER

FOUNDATION

HORIZ AND VERT REINF 
PER SCHEDULE

WALL END

PER SCHED

W

PER SCHED

W

1D

1C

1A

1B

1E 1E

END

PIER

JAMB

CORNER

BOTTOM OF
LINTEL

1A

JAMB

MASONRY WALL ELEVATION FULLY GROUTED
SCALE: 1/2"=1'-0"

PER SCHED

ℓs, TYP

BOTTOM OF
LINTEL

DOWELS TO MATCH SIZE 
AND SPACING OF VERTICAL 
WALL REINFORCING, TYP

WINDOW OPENING 
PER ARCH

DOOR OPENING 
PER ARCH

SEE ARCH DRAWINGS FOR
BLOCK STACKING REQUIREMENTSRUNNING BONDSEE                 FOR TOP OF

WALL CONNECTORS
/1F S-401

SINGLE LAYER

DOUBLE LAYER

REINF PER ELEV

REINF PER ELEV MAX
 4"

MAX
 4"

TYP
db CLR

E
Q

 
 

 
E

Q

T
Y

P

d
b
 C

L
R

SINGLE LAYER

DOUBLE LAYER

REINF PER ELEV

REINF PER ELEV

MAX
 4"

MAX
 4"

TYP
db CLR

E
Q

 
E

Q
 

T
Y

P
d

b
 C

L
R

SINGLE LAYER

DOUBLE LAYER

REINF PER ELEV

REINF PER ELEV

MAX
 4"

MAX
 4"

E
Q

 
E

Q
 

TYP
db CLR

T
Y

P

d
b
 C

L
R

SINGLE LAYER

DOUBLE LAYER

ℓ s
,T

Y
P

REINF PER ELEV

P
E

R
 S

C
H

E
D

U
L
E

REINF PER ELEV

MAX

 4"

M
A

X

4
"

MAX

4"

E
Q

 
E

Q
 

T
Y

P

d
b
 C

L
R

TYP
db CLR

SINGLE LAYER DOUBLE LAYER

U-BAR TO MATCH 
HORIZ REINF, TYP

STD 135° OR 
180° HOOK, TYP

LINTEL

TYP WALL 
REINF PER 
ELEV

LINTEL REINF 
PER ELEV

S
E

E
 S

C
H

E
D

ℓ d
,T

Y
P

T
Y

P
1

 1
/2

" 
C

L
R

TYP
2"

PT STRANDS 
PER PLAN

POST TENSIONED 
CONC SLAB PER PLAN

EMBED PL 3/8"  W/ (2) 
1/2"Ø WELDED STUD W/
2 1/2" EMBED @ 4'-0" OC

3/16

2"

2"

6" TYP

L4x4x1/4x0'-6" @ 4'-0" OC 
EA SIDE

CMU WALL PER PLAN

700 S Flower, Suite 2100

Los Angeles, CA 90017
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SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-401

TYPICAL CMU

DETAILS

895.01

08/23/2023

SCALE :  1" = 1'-0"4
NON-BEARING MASONRY PARTITION WALL ELEVATION FULLY GROUTED

1A
JAMB DETAIL

1B
PIER DETAIL

1C
WALL END DETAIL

1D
CORNER DETAIL

1E
LINTEL AND TOP OF WALL

1F
NON-BEARING CMU WALL TO CONCRETE SLAB

No. Description Date

2 PC2 01-26-2024

3 PC3 02-22-2024
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SINGLE LAYER

DOUBLE LAYER

REINF PER ELEV

REINF PER ELEV
ADDITIONAL 
REINF PER ELEV

ADDITIONAL 
REINF PER ELEV

PER SCHED

ℓd 

STD 135° OR 
180° HOOK, TYP

U-BAR TO MATCH 
HORIZ REINF, TYP

E
Q

 
E

Q
 

MIN

3"

MAX

8"

T
Y

P

1
/2

" 
C

L
R

TYP
1/2" CLR

MIN

3"

MAX

8"

TYP
1/2" CLR

SINGLE LAYER

DOUBLE LAYER

REINF PER PLAN

ADDITIONAL 
REINF PER ELEV

ADDITIONAL 
REINF PER ELEV

PER SCHED

ℓd 

STD 135° OR 
180° HOOK, TYP

REINF PER PLAN

U-BAR TO MATCH 
HORIZ REINF, TYP

TYP
1/2" CLR

E
Q

 
E

Q
 

REINF PER ELEV

TYP
1/2" CLR

TYP

3" MIN

TYP

8" MAX

T
Y

P

1
/2

" 
C

L
R

REINF PER ELEV

SINGLE LAYER

DOUBLE LAYER

ls
,T

Y
P

REINF PER PLAN

ADDITIONAL 
REINF PER ELEV

PER SCHEDULE

P
E

R
 S

C
H

E
D

U
L
E

REINF PER PLAN

ADD CORNER BAR TO 
MATCH VERT REINF 
PER ELEV

ls, TYP

8" MAX

MIN
3"

8
" 

M
A

X

M
IN3
"

OPEN ENDED
FACE SHELL

BREAK SIDE
OF CMU

8" MAX

MIN
 3"

8
" 

M
A

X

OPEN ENDED
FACE SHELL

BREAK SIDE
OF CMU

SINGLE LAYER

DOUBLE LAYER

REINF PER PLAN

ADDITIONAL 
REINF PER ELEV
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PT BEAM PER PLAN

TROWEL SMOOTH AND 
APPLY BOND BREAKER

CMU WALL RENIF TO 
CONTINUE THRU PILASTER

E
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V
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T
IO

N

P
E

R
 B

E
A

M

CMU PILASTER 
PER PLAN

CMU WALL BEYOND

2

S-402

1
2
"

WRAP DOWELS 
W/ 3"Ø RUBETEX 
COMPRESSIBLE 
FOAM OR EQUAL

STUDS PER PLAN

PT SILL PLATE; 
ANCHORS PER PLAN

CONC CURB PER 3A/S-301

PT SLAB BEYOND

EXTEND INNER BARS 
Ld INTO SLAB MIN

P
E

R
 A

R
C

H

DOWELS W/ STD 
HOOKS

CMU WALL PER PLAN

E
Q

E
Q

TENDONS WHERE 
SHOWN ON PLAN

PLYWOOD SHT'G 
PER PLAN

EN

EXT SOG PER 
CIVIL

#4 CLOSED 
TIES @ 6" OC

(2) #6 T&B EXTEND 
OUTSIDE BARS & LAP 
W/ SLAB BARS W/ 
CLASS 'B' SPLICE

STAIR WELL
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 0
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HORIZ #4 @ 16" OC

DOWELS TO MATCH 
SIZE OF VERT WALL 
REINF, SPACING @ 8" OC
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STD 90 HOOK, TYP
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M
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E
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 =
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CONC FTG

(2) #4 TOP BARS

T
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C

L
R

PROPERTY LINE 
PER CIVIL PLAN
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ARCH, CIVIL AND 
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SURCHARGE
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P
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H
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#5 @ 12" OC T&B

NOTE:

DO NOT BACKFILL PRIOR TO INSTALLING SLAB ON GRADE ON TOE SIDE.

5' - 3"
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RAMP/ SOG PER CIVIL
SEE NOTE

2

2 TYP
3" CLR

REQUIRED 
DRAINAGE PER ARCH,
CIVIL AND SOILS 
REPORT

2

REQUIRED DRAINAGE, FILTER FABRIC, 
AND AGGREGATE PER CIVIL, ARCH, 
AND SOILS REPORT

2

VERT #7 @ 16" OC

2
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P
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P
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NOTE:
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(E) WALL
FOOTING

 0
" 

2

REQUIRED 
DRAINAGE PER ARCH, 
CIVIL AND SOILS 
REPORT

2

REQUIRED DRAINAGE, FILTER FABRIC, AND 
AGGREGATE PER CIVIL, ARCH,
AND SOILS REPORT

2

C
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A

S
S

1 1/2" CLR

VERT #5 @ 12"OC

2

M
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'-
0
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2' - 0"
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3
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CMU WALL PER PLAN

TO FTG EL=

PER PLAN

NOTE: 
FOR BALANCE OF INFO,SEE C/-.

SOG AND REINF 
PER PLAN

#5 @ 16" OC

8"

EXTERIOR GRADE 
/ PAVING, SEE 
ARCH & CIVIL

8"

CL FTG & WALL (UNO)

0 "

LAP SPLICE

CONT ELASTOMERIC 
ISOLATION JOINT

PER PLAN

WHERE OCCURS

REQUIRED 
DRAINAGE PER 
ARCH, CIVIL AND 
SOILS REPORT

2

REQUIRED DRAINAGE, 
FILTER FABRIC, AND 
AGGREGATE PER CIVIL, 
ARCH, AND SOILS 
REPORT WHERE WALL 
IS RETAINING SOIL

2

SOG AND REINF 
PER PLAN

CMU WALL PER PLAN
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N
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H
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TO FTG EL=

PER PLAN

TYP
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2

STD 90° HOOK, TYP

1

HORIZ REINF

ADD'L #4 T&B CONT, TYP

ADD'L #4 x 5'-0" AT 16"OC 
CENTERED ON WALL

VERT REINF DOWELS 
TO MATCH WALL VERT 
BAR SIZE & SPACING
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, 

T
Y

P

C
M

U
 L

A
P

 S
P

L
IC

E

TYP
2 1/4" CLR

CL FTG & WALL (UNO)

/
1

S
-4

0
0

SOG AND REINF 
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CMU WALL PER PLAN

TO FTG EL=
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NOTE: 
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LAP SPLICE

CLASS B

#5 @ 16" OC

8"

CONT ELASTOMERIC 
ISOLATION JOINT 

EXTERIOR GRADE 
/ PAVING, SEE 
ARCH & CIVIL

PER PLAN

WHERE OCCURS

REQUIRED 
DRAINAGE PER 
ARCH, CIVIL AND 
SOILS REPORT

REQUIRED DRAINAGE, 
FILTER FABRIC, AND  
AGGREGATE PER CIVIL, 
ARCH, AND SOILS REPORT 
WHERE WALL IS 
RETAINING SOIL

2

2

SOG AND REINF 
PER PLAN

CMU WALL PER PLAN
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N
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T

"

2

STD 90° HOOK, TYP

1
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ADD'L #4 T&B CONT, TYP

ADD'L #4 x 5'-0" AT 16"OC 
CENTERED ON WALL
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P
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700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

A
u
to

d
e

s
k
 D

o
c
s
:/

/8
9

5
 -

S
B

 C
o

u
n
ty

 P
ro

b
a

ti
o
n

/8
9
5

 -
 S

a
n

ta
 B

a
rb

a
ra

 P
ro

b
a
ti
o
n
_

S
tr

u
c
t.
rv

t

SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-404

TYPICAL CMU

DETAILS

895.01

08/23/2023

SCALE :  1" = 1'-0"1
CMU WALL FOOTING DETAILS

1D
12" THK CMU WALL - EXTERIOR

1C
12" THK CMU WALL - INTERIOR

1B
8" THK CMU WALL - EXTERIOR
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H
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M
A

X
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5

'-
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" 
M

IN

CMU WALL 
LOCATIONS ON 
SITE PER ARCH

B BARS

D BARS

CONC FTG

C BARS

(2) #4 TOP BARS

DOWELS TO MATCH SIZE 
AND SPACING OF VERT 
WALL REINF

8" WALL

STD 90° HOOK

TYP
3" CLR

0
 "

3
" 

C
L
R

C
L
R

2
"

CMU FENCE WALL SCHEDULE

Hw MAX W D B BARS

#5 @ 24" OC

C BARS

#5 @ 9" T&B

D BARS

#4 @ 24"4'-0" 3'-0" 1'-3"

#5 @ 16" OC #5 @ 9" T&B #4 @ 24"7'-0" 4'-6" 1'-3"

#6 @ 16" OC #5 @ 9" T&B #4 @ 24"9'-6" 5'-6" 1'-6"

1

1

1

CMU BEARING WALL (NON-
SHEARWALL) PER PLAN

1
2
"

L
A

P
 S

P
L

IC
E

WRAP REBAR W/ 3"Ø 
RUBETEX COMPRESSIBLE 
FOAM OR EQUAL

DOWELS PER WALL 
ELEVATION

PT SLAB PER PLAN
SMOOTH SURFACES 
AT JOINT APPLY 
BOND BREAKER

CVR MIN
PROVIDE 2"

P
E

R
 P

L
A

N

O
R

D
IN

A
T

E

LAP SPLICE

CLASS 'B'
PT STRANDS 
PER PLAN

CONT. #6 BAR

P
E

R
 P

L
A

N

O
R

D
IN

A
T

E

DOWELS TO MATCH 
VERTICAL REBAR

8" CMU WALL W/ REINF AND 
MAX HEIGHT PER               .
SEE ARCH FOR TOP OF 
WALL ELEVATION.

PT SLAB PER PLAN
(REBAR & TENDON NOT 
SHOWN PER CLARITY)
FOR BALANCE OF INFO, 
SEE              

L
A

P
 S

P
L

IC
E

CMU WALL 
PER PLAN

/1 S-405

/1 S-309

#6 T&B CONT
1 1

3

DOWELS PER WALL 
ELEVATION

FOR BALANCE OF 
INFO, SEE

INTERIOR CONDITION

/ -3

DOWELS PER WALL 
ELEVATION

FOR BALANCE OF 
INFO, SEE

EDGE CONDITION

/ -3

1 1
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S-405
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895.01
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Author
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SCALE :  1" = 1'-0"1
CMU FENCE WALL DETAIL

SCALE :  1" = 1'-0"3
8" CMU BEARING WALL TOP CONN DETAIL

SCALE :  1" = 1'-0"4
CMU WALL DETAIL

SCALE :  1" = 1'-0"5
12" CMU INTERIOR BEARING WALL TOP CONNECTION DETAIL
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3 PC3 02-22-2024
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CONT. 20 GA x 1 1/2" 
FLAT STRAP (TAUT)

#10 SMS @ EA STUD
METAL STUD FRAMING

WALL SHEATHING

18 GA TRACK TO MATCH STUD WIDTH 
@ 8'-0" OC AND AT WALL ENDS 

CLIP TRACK FLANGES 
AND BEND

(2) #10 SMS

(4) #10 SMS INTO BLKG

METAL STUD 
FRAMING

20 GA COLD-ROLLED 
CHANNEL

1/2"  MAX

PRE-PUNCHED STUD

2 x 2 x 18 GA CLIP 
ANGLE @ EA 
STUD 

(2) #10 SMS

(2) #10 SMS

NOTE:
BRIDGING USING COLD-ROLLED CHANNEL 
IS NOT ALLOWED WHERE D > 6"

D

NOTE:
PROVIDE STRAP ON BOTH SIDES WHERE 
WALLS ARE NOT SHEATHED

BLOCKING AND STRAP BRIDGING COLD ROLLED CHANNEL BRIDGING

3"

MAX

(3) #12 SHEET 
METAL SCREWS 
@ EACH STUD

METAL STUD

600T150-68 
UNPUNCHED 
CONT BACKING 
TRACK

CUT AND BEND TOP & BOTTOM 
BOTTOM FLANGES OF TRACK 
@ EACH STUD, TYP

NOTCH BACKING 
FLANGES ONLY 
WHEN NECESSARY

M
IN

.
1
/2

"

PIPE WHERE 
OCCURS

16 GA X 1 1/4" TRACK TO 
MATCH WIDTH OF WALL

CUT FLANGES AND 
BEND

(2) #10 SMS EA SIDE

METAL STUD

PRE-PUNCHED 
OPENING

METAL STUD

E
A

 E
N

D

1
0

" 
 M

IN

BOTTOM TRACK

WEB STIFFENER PER 
SCHEDULE

(3) #12 SMS

METAL STUD

W

STUD WIDTH, W

1 3/8"

1 5/8"

2"

2 1/2"

WEB STIFFENER

600T125-68

600S137-68

600S162-68

600S200-68

METAL STUD 
PER ELEVATION

16 GA SLOTTED 
DEFLECTION TRACK

1
 1

/2
"

SMS CENTERED IN SLOT

G
A

P
3
/4

"

DEEP LEG TRACK
INSIDE WIDTH = 
TRACK DEPTH + 1/8"

METAL STUDS

#10 SMS FROM 
TRACK TO STUD 

TRACKG
A

P
3

/4
"

JOINT

STANDARD TRACK OR
SLOTTED SLIP TRACK

NOTE:
TRACK SPLICE ONLY REQ'D WHEN TRACK IS
NOT CONNECTED TO CONCRETE DECK OR
STEEL BEAM AND AS LONG AS A FASTENER IS
PROVIDED WITHIN 6" OF END PER 

STUD DEPTH & GA TO MATCH
TRACK SIZE x 1'-0" LONG

(3) #8 SMS EA FL EA SIDE OF
JOINT (TRACK FLANGE TO STUD
FLANGE), (12) #8 SMS TOTAL

1" 2" 2" 1"

8A

S-500

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-500

TYPICAL

METAL STUD

WALL

DETAILS

895.01

08/23/2023

SCALE :  1" = 1'-0"1
STUD BRIDGING

SCALE :  1" = 1'-0"2
STEEL STUD BACKING DETAIL

SCALE :  1" = 1'-0"3
SOLID BLOCKING

SCALE :  1 1/2" = 1'-0"4
PUNCHED STUDS LIMITS

SCALE :  3" = 1'-0"5
WEB STIFFENER

SCALE :  1" = 1'-0"6
SLOTTED DEFLECTION TRACK

SCALE :  1 1/2" = 1'-0"7
NESTED DEFLECTION TRACK

No. Description Date

SCALE :  1 1/2" = 1'-0"8
TRACK SPLICE DETAIL

8A
SECTION
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S
T

U
D

 P
E

R
 E

L
E

V
A

T
IO

N
, 
T

Y
P

S
T

U
D

 P
E

R
 E

L
E

V
A

T
IO

N
, 
T

Y
P

JAMB PER 
SCHEDULE

HEADER PER 
SCHEDULE 

SCHEDULE

WIDTH
OF

OPENING

JAMB SIZEHEADER SILL

4

S-501

S-502

1A

S-502

1B

TYP

TYP

TYP

TYP

18'-0" MAX

(2) 600S162-54(2) 600S162-54

HEADER 
PER 
SCHEDULE 

SILL PER 
SCHEDULE 

JAMB PER 
SCHEDULE

TOP OF SLAB

PER PLAN

TRACK PER 
EXT WALL 
ELEV

SLAB ON GRADE 
PER PLAN

600S162-54

2A

3A

1
6

' -
 0

"

SEE SCHED

WIDTH OF OPENING PER ARCH

SEE SCHED

WIDTH OF OPENING PER ARCH

S-501

3B

S-501

2B
S-501

2B

HEADER STUDS TRACK SIZE
NUMBER OF SMS 

AT JAMB CONN EA 
SIDE

SIZE SIZE

6'-4" MAX

12'-4" MAX (2) 800S300-68

(2) 1000S300-68

600T125-54

600T125-54

600T125-54

6

8

10

600S162-54

600S162-68

(2) 600S162-54

(2) 600S162-54

TRACK SIZE

600T125-54

600T125-54

600T125-54

DETAIL /2A S-501 /3A S-501 /4 S-501

TOP OF SLAB

PER PLAN

PT SLAB PER PLAN

STUD PER ELEVATION

16GA RUNNER W/ 1 1/4" 
FLGS TRACK W/ (1) #10 
SMS EA STUD FLANGE TYP

(2) HEADER STUDS 
PER SCHED

(2) #10 SMS @ 
12" OC TRACK 
TO STD FLANGE

#10 SMS  @ 12" OC 
TYPICAL 4 TRACK 
FLANGES

RUNNER TRACKS TOP & 
BOTTOM PER SCHED

#10 SMS @ 12" 
OC TRACK TO 
STUD FLANGES

TRACK, T&B
PER SCHED

#10 SMS HEADER 
WEB TO JAMB EA 
SIDE PER SCHED

BOX BEAM HEADER
PER SCHED

(3) #10 SMS T&B

STUD PER 
ELEVATION

CUT STUD FLANGES 
AND EXTEND WEBS 
OVER JAMB FOR CONN

CUT TRACK FLANGES 
AND BEND WEB
FOR CONN, T&B

2A

M
IN

 T
Y

P

1
 1

/2
"

STUD PER ELEV

#10 SMS EA SIDE

NESTED SILL 
PER SCHED 

TRACK PER SCHED

16 GA RUNNER TRACK 
W/ 1 1/4" FLANGES 
W/ #10 SMS EA STUD FLANGE

#10 SMS @ 12" OC EA SIDE

STUD PER 
ELEVATION

CUT FLANGES AND 
BEND TRACK WEB
FOR CONNECTION

NESTED SILL 
PER SCHED

JAMB STUD 
PER SCHED

(3) #10 SMS T&B3A

M
IN

, 
T

Y
P

1
 1

/2
"

1/8

1/8
2" CONT WELD
EA END, TYP

JAMB PER SCHED ON X/-

1/2"Ø HILTI KB-TZ W/ 
2" EMBED @ 24" OC,
TYP

(2) #10 SMS EA 
STUD 
TYP

SLAB ON GRADE OR
CONC FILLED MTL DECK

METAL STUD

TRACK 
PER                    

CONCRETE CURB

/1 S-501

EDGE OF SLAB
WHERE OCCURS

AT CURB AT CONC SLAB

MIN

8"

MIN

4"

2

700 S Flower, Suite 2100

Los Angeles, CA 90017
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BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-501

TYPICAL

COLD-FORMED

METAL

DETAILS

895.01

08/23/2023

SCALE :  1/2" = 1'-0"1
NON - BEARING METAL STUD WALL ELEVATION

2A
BUILT-UP HEADER

2B
HEADER TO JAMB CONNECTION

3A
BUILT-UP SILL

3B
SILL TO JAMB CONNECTION

SCALE :  3" = 1'-0"4
TYPICAL JAMB STUD DETAIL

SCALE :  1 1/2" = 1'-0"5
WALL SILL ATTACHMENT DETAIL

SCALE :  1 1/2" = 1'-0"2
BUILT-UP HEADER

SCALE :  1 1/2" = 1'-0"3
BUILT-UP SILL

No. Description Date

2 PC2 01-26-2024
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JAMB STUD

(2) #12 SMS EA SIDE

TRACK

1C

JAMB STUD

(2) #12 SMS EA SIDE

TRACK

1D

(2) 1/2"Ø  EXPANSION 
ANCHOR W/ 2" MIN 
EMBED TYP

JAMB STUD

3" MIN + 1"

JAMB STUD

(2) 1/2"Ø  EXPANSION 
ANCHOR 2" MIN 
EMBED, TYP

3" ± 1"

SLAB PER PLAN

(1) 0.157 Ø x 1 1/4" EMBED 
SHOTPINS @ 12" OC OR 3/8" Ø  
2 1/2" MIN EMBED. SCREW 
ANCHORS @ 24" OC (MIN 1 1/4" 
EDGE DIST)

SLIP TRACK PER /6 S-500

GENERAL NOTES:

1. PROVIDE CONN FROM TOP TRACK TO BLDG WITHIN 6" 
OF WALL END.

2. TRACK SPLICE PER                NOT REQUIRED IF ANCHORS 
ARE WITHIN 6" OF JOINT.

/8 S-500

M
IN

3
/4

" 

WIDTH VARIES

STUD WALL

2

2

2

2

16 GA RUNNER 
TRACKS T&B

(4) #10 SHEET METAL 
CREWS HEADER WEB 
TO JAMB EA SIDE

(2) #10 SCREWS @ 
BENT WEB (UP OR 
DOWN), TYP

16 GA 
RUNNER 
TRACK

HDR BOX 
BEAM

2
" 

M
A

X

16 GA RUNNER 
TRACKS T&B

(4) #10 SHEET METAL 
CREWS HEADER WEB 
TO JAMB EA SIDE

(2) #10 SCREWS @ 
BENT WEB (UP OR 
DOWN), TYP

16 GA 
RUNNER 
TRACK

HDR BOX 
BEAM

1/8 1-12

1/8 1-12
TYP
EA SIDE

1/8 1-12

1/8 1-12
TYP
EA SIDE

(2) #10 SCREWS @ 12" 
OC (TRACK TO TRACK)

#10 SHEET METAL 
SCREWS @ 12" OC 
TYPICAL 4 FLANGES

STUD SIZE AND SPACING 
PER ARCH DRAWINGS 
TYP, SEE SCHEDULE                       

(2) 4"x16 GA 
HEADED STUDS

16 GA RUNNER 
TRACKS TOP & 
BOTTOM, DO 
NOT SPLICE

/1 S-501

16 GA RUNNER 
TRACKS W/ #10 
SCREWS EA 
FLANGE, TYP

(2) #10 SCREWS @ 12" 
OC (TRACK TO TRACK)

#10 SHEET METAL 
SCREWS @ 12" OC 
TYPICAL 4 FLANGES

STUD SIZE AND SPACING 
PER ARCH DRAWINGS 
TYP, SEE SCHEDULE                       

(2) 4"x16 GA 
HEADED STUDS

16 GA RUNNER 
TRACKS TOP & 
BOTTOM, DO 
NOT SPLICE

16 GA RUNNER 
TRACKS W/ #10 
SCREWS EA FLANGE, 
TYP

6'-0" MAX OPENING

6'-0" TO 12'-0" OPENING

STUDS AT 6'-0" MAX OPENING

STUDS AT 6'-0"TO 12'-0" OPENING

/1 S-501

BENT WEB W/ (3) #10
SMS TO JAMB STUD

ADDED UNPUNCHED 
'TRACK A' - SEE SILL 
SCHEDULE

IN LIEU OF WELDING, 2 ROWS OF 
#10 SMS @ 24" OC STAGGERED

#10 SMS @ EACH SIDE 
EACH STUD

16 GA TRACK

JAMB STUD BEYOND

ADDED UNPUNCHED "C" 
'STUD B' - SAME WIDTH AS 
PARTITION STUD - SEE 
SILL SCHEDULE

IN LIEU OF WELDINGS, 
USE #10 SMS @ 12" OC 
EACH SIDE STAGGERED

STUD SIZE AND SPACING 
PER ARCH DRAWINGS 
TYP, SEE SCHEDULE

1/16 1 1/2-12

1/16 1 1/2-12

1/16 1 1/2-12

1/16 1 1/2-12

SILL SCHEDULE

SILL LENGTH A B

UP TO 4'-0" 16 GA NOT REQ'D

4'-0" TO 12'-0" 16 GA 16 GA

1/8 1-12

1/8 1-12 2" CONT
WELD@ ENDS,
TYP

JAMB STUD PER ELEV (2-14 
GA MIN)

16 GA TRACK

#10 SHEET METAL 
SCREW EA STUD 
FLANGE TO 
TRACK EA SIDE (2) HILTI KB-TZ PER 5/S-501

JAMB STUD PER 
ELEVATION WELS 
PER           

1

S-502
/ -2C

16 GA TRACK

#10 SHEET METAL 
SCREW EA STUD 
FLANGE TO 
TRACK EA SIDE

JAMB STUD PER 
ELEVATION WELS 
PER           / -2C

TOP TRACK ANCHORAGE 
PER /3 S-502

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-502

TYPICAL

COLD-FORMED

METAL

DETAILS

895.01

08/23/2023

SCALE :  1 1/2" = 1'-0"1
JAMB ANCHORAGE DETAIL

1 1/2" = 1'-0"
1A

EDGE CONNECTION ELEVATION

1 1/2" = 1'-0"
1B

CENTER CONDITION ELEVATION

3" = 1'-0"
1C

EDGE CONDITION PLAN

3" = 1'-0"
1D

CENTRAL CONDITION PLAN

SCALE :  1 1/2" = 1'-0"3
WALL PERPENDICULAR TO FLUTES

SCALE :  1 1/2" = 1'-0"2
HEADER AND SILL DETAILS

2A
HEADER DETAILS

2B
SILL SCHEDULE

2C
TYPICAL JAMB STUD

2D
JAMB STUD BASE DETAILS

2E
JAMB STUD TOP DETAIL

No. Description Date

2 PC2 01-26-2024
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LAP PLATES AT ALL INTERSECTIONS 
AND CORNERS AND PROVIDE 4-16d 
AT EACH LAP, SEE DETAIL 

PROVIDE BUILT-UP 3 
STUD ASSEMBLY AT 
EXTERIOR CORNERS 
AND AT ALL WALL 
INTERSECTIONS W/ 16d 
AT 24"OC INTERNAILING

PROVIDE MULTIPLE STUDS 
OR POSTS UNDER ALL BUILT-
UP JOISTS OR BEAMS TO 
MATCH WIDTH OF JOISTS, 
BEAMS, OR RAFTERS ABOVE

9" MAX END DISTANCE FOR ALL 
FASTENINGS (MIN OF 2 
FASTENERS PER PIECE OF SILL)

HEADER, SEE PLAN 
AND DETAIL 

16d AT 12"OC 
TYPCIAL AT ALL 
MULTIPLE STUDS

2x SOLID BLOCKING 
FOR WALLS OVER 10'-0" 
HIGH W/ 2-10d TOE NAIL 
EACH END 4'-6"OC MAX 
SPACING UNO

2-16d END NAILS, 
MIN (TYP TOP & 
BOTTOM) U.N.O.

NOTE:
CUTTING, NOTCHING, OR BORING OF 
STUDS OR PLATES SHALL COMPLY WITH 
DETAIL               OR DETAIL               & 

CONCRETE CONDITION WOOD FLOOR CONDITION

W
A

L
L

 H
E

IG
H

T
 'H

'

AT HOLES IN TOP 
PLATES SEE DETAIL 

FLUSH BM SEE PLAN & 
SCHEDULE DETAIL 

SEE DETAIL

4'-0" MIN LAP FOR SPLICE

16d AT 12"OC
MAX, U.N.O.

LAP END TO OCCUR 
OVER STUD (TYPICAL)
SEE DETAIL 

EXTERIOR WALL FLUSH 
HEADER, SEE PLAN & 
SCHEDULE DETAIL 

HEADER, SEE PLAN 
AND DETAIL 

16d AT 12"OC 
TYPCIAL AT ALL 
MULTIPLE STUDS

SILL, SEE PLAN 
AND DETAIL 

SQUASH BLOCKS AT POSTS & 
DBL JACK STUD JAMBS, TYPICAL 

M
IN7
"

ANCHOR BOLTS & 
SIMPSON BP PLATE 
WASHERS AT 4'-0"OC MAX 
SEE DETAIL 
AT SHEAR WALLS SEE 
SHEAR WALL SCHEDULE

CONT 2x MIN SILL PLATE 
SEE GENERAL NOTES AT 
SHEAR WALLS SEE SHEAR 
WALL SCHEDULE

2x, 3x OR 4x STUDS AT 16"OC MAX TYPICAL, 
U.N.O., SEE PLANS AND DETAIL 5 & 

POST, SEE PLAN

DOUBLE KING STUDS 
WHERE REQUIRED SEE 
DETAILS 3 &

FOR HOLES IN STUDS 
SEE DETAIL

CONTINUOUS 2x MIN
SOLE PLATE W/ 16d
AT 8"OC MAX.
AT SHEAR WALLS, SEE 
SHEAR WALL SCHEDULE

/3 S-600

/6 S-609

/3 S-600

A35'S @ 
POSTS, TYP

2 BAY 2x SOLID 
BLKG AT 
DOORS
TYP

AT HOLES IN SOLE AND TOP 
PLATES SEEPOST TO MATCH ABV, UNO /6 S-609

/4 S-600/3 S-602/3 S-602

/4 S-600

/2 S-602

/6 S-600

/4 S-600

/2 S-609

/2 S-600

/4 S-609

/2 S-609 /5 S-609 /8 S-609

SEE PLANS AND SPECIFIC DETAILS

2x4

1-2x43'-0" MAX

5'-0" MAX

8'-0" MAX

OVER 10'-0"

2-16d

2-2x4

3-2x4

2x6

1-2x6

2-2x6

3-2x6

2x8

1-2x8

2-2x8

3-2x8

2-16d AT 16"OC

SILL MEMBER (FLAT)
SEE TABLE BELOW FOR SIZE

ONE JACK, SAME SIZE AS STUD,
UNLESS NOTED ON PLAN

WIDTH OF
OPENING

STUD WIDTH SIZE

2-16d EA 2x MINIMUM

FULL HEIGHT
KING STUD
SEE HEADER 
SCHEDULE

10'-0" MAX 4-2x4 4-2x6 4-2x8

2x82x6

STUD SIZE

16d AT 12"o.c., TYP

2-4x10

2-4x8

2-4x66x63'-0" MAX

5'-0" MAX

8'-0" MAX

OVER 8'-0"

2x4

4x6

4x14

4x10 6x8

5 1/4x9 1/4 PSL
OR 6x12

FULL DEPTH
HEADER
ALTERNATE

6-16d EA END AT EXT 
OPENINGS > 5'-0"

HEADER MEMBER ON EDGE,
SEE TABLE BELOW FOR SIZE

1 JACK STUD FOR OPNGS ≤ 5'-0"
2 JACK STUDS FOR OPNGS ≤ 8'-0" 
SAME SIZE AS WALL STUDS, U.N.O.

CRIPPLE STUDS 4-16d EACH 
END U.N.O.

2-10d TOE NAILS EACH END

FULL HEIGHT KING STUD 
2-STUDS AT OPENINGS > 5'-0"
(ADD ADDITIONAL KING STUD FOR 
EA LEVEL OF FRAMING ABOVE 
WHERE JAMBS STACK)

WIDTH
OF

OPENING

NOTES:

1. HEADERS NOTED IN TABLE SHALL BE PROVIDED OVER ALL WINDOW, DOOR, 
AND OTHER OPENINGS, UNLESS NOTED OTHERWISE ON PLANS AND 
SPECIFIC DETAILS. A FULL DEPTH HEADER MAY BE USED IN LIEU OF THE 
HEADERS NOTED IN THE TABLE.  IF A FULL DEPTH HEADER IS USED, THE 
CRIPPLE STUDS MAY BE OMITTED.

2. FOR OPENING WIDER THAN 8'-0" USE EPCZ CAP EA END. UNO ON PLAN

OVER 10'-0" SEE PLAN AND SPECIFIC DETAILS

2-4x12
SEE  PLAN & 

SPECIFIC DETAILS
5 1/4x11 1/4 
VERSA LAM

SEE NOTE 2

1

1

2

STUD WALL SCHEDULE - EXTERIOR WALL

ROOF

ROOF+1 FLOOR

ROOF+2 FLOORS

ROOF+3 FLOORS

STUD, SEE SCHEDULE

PLAN VIEW

NUMBER OF 
FLOORS

SUPPORTED

2x8 @ 16" OC

'H' 
MAX

11'-8"

STUD 
SPACING 

& SIZE

2x8 @ 16" OC

2x8 @ 16" OC

2x8 @ 16" OC

2x8 @ 16" OC

'H'

14'-3"

STUD 
SPACING 

& SIZE

2x8 @ 12" OC

-

-

14'-3"

-

-

11'-8"

11'-8"

11'-8"

STUD, SEE SCHEDULE

PLAN VIEW

PLUMBING CHASE
WALL WHERE 
OCCURS SEE PLAN & 
DETAIL              

ROOF

ROOF+1 FLOOR

ROOF+2 FLOORS

ROOF+3 FLOORS

NUMBER OF 
FLOORS

SUPPORTED

'H' 
MAX

11'-8"

STUD SPACING
& SIZE 

SPACING

3x4 @ 16" OC

& SIZE

'H'
MAX

14'-3"

STUD

3x4 @ 16" OC

-

-

-

-

STUD WALL SCHEDULE - INTERIOR BEARING WALL

2x4 @ 16" OC

2x4 @ 16" OC

2x4 @ 16" OC

3x4 @ 16" OC

11'-8"

11'-8"

11'-8"

14'-3"

/2 S-601

2x6 @ 16" OC

2x6 @ 16" OC

3x6 @ 16" OC

2x6 AT 16" OC

3x6 @ 16" OC

3x6 @ 16" OC

1

1

1

2x82x6

STUD SIZE

7"x 'd' LVL5 1/4"x 'd' LVL3'-0" MAX

5'-0" MAX

8'-0" MAX

OVER 10'-0"

2x4

3 1/2"x 'd' LVL

3 1/2"x 'd' LVL

3 1/2"x 'd' LVL

SEE PLAN AND SPECIFIC DETAILS

5 1/4"x 'd' LVL

5 1/4"x 'd' LVL

NOTES:

1. HEADERS NOTED IN TABLE SHALL BE PROVIDED OVER ALL WINDOW, DOOR, AND 
OTHER OPENINGS, UNLESS NOTED OTHERWISE ON PLANS AND SPECIFIC DETAILS.

2. 'd' TO MATCH FLOOR FRAMING DEPTH.

WIDTH OF
OPENING

2-4-16d
EA END

16d AT 12"OC, TYP

2 STUDS FOR OPNGS ≤ 5'-0"
3 STUDS FOR OPNGS ≤ 8'-0" 
4 STUDS FOR OPNGS ≤ 10'-0" 
SAME SIZE AS WALL STUDS, 
U.N.O.

10'-0" MAX 5 1/4"x 'd' LVL
SEE PLAN AND 

SPECIFIC DETAILS

A35 @ FILLER

6" MIN

SIMPSON SDS SCREWS 
@ 12" OC (MIN 2" EMBED 
INTO THE HEADER)

7"x 'd' LVL

7"x 'd' LVL

7"x 'd' LVL

1

POST CAP PER SCHEDULE 
WHERE OCCURS PER PLAN

2

2

STUD WALL SCHEDULE - CORRIDOR STAGGERED STUD WALL

OF FLOORS
SUPPORTED

SPACING

ROOF

ROOF+1 FLOOR

ROOF+2 FLOORS

2x4 @ 16" OC

ROOF+3 FLOORS

& SIZE

'H'
MAX

11'-8"

STUD, SEE SCHEDULE

PLAN VIEW

STUD

3x4 @ 16" OC

3x4 @ 16" OC

3x4 @ 16"OC

NUMBER

11'-8"

11'-8"

11'-8"

STUD SPACING 
SEE SCHEDULE

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-600

TYPICAL

WOOD

DETAILS

895.01

08/23/2023

SCALE :  3/4" = 1'-0"1
TYPICAL WALL FRAMING DETAILS - EXTERIOR AND INTERIOR BEARING  / SHEAR WALLS

SCALE :  1" = 1'-0"2
SILL SCHEDULE

SCALE :  1" = 1'-0"3
HEADER SCHEDULE (BEARING)

SCALE :  1" = 1'-0"5
EXTERIOR WALL STUD SCHEDULE

SCALE :  1" = 1'-0"6
INTERIOR  BEARING WALL STUD SCHEDULE

SCALE :  1" = 1'-0"4
FLUSH HEADER SCHED - EXTERIOR WALL

SCALE :  1" = 1'-0"7

CORRIDOR STAGGERED
WALL STUD/ SCHEDULE

1

No. Description Date

1 PC1 12-15-2023

2 PC2 01-26-2024
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PROVIDE BUILT-UP (3) 
STUDS ASSEMBLY AT 
EXTERIOR CORNERS AND 
AT ALL WALL 
INTERSECTIONS w/ 16d AT
24"OC INTERNAILING

LAP PLATES AT ALL 
INTERSECTIONS AND CORNERS 
AND PROVIDE 4-16d AT EACH 
LAP, SEE DETAIL

AT HOLES IN
TOP PLATES
SEE 

CONT. 2x MIN SILL PLATE 
L.V.P. AT 16"OC, MAX 
SEE               

NOTE:

CUTTING, NOTCHING, OR BORING OF 
STUDS OR PLATES SHALL COMPLY WITH  
DETAIL                OR DETAIL              .

CONCRETE CONDITION

HEADER, SEE PLAN 
AND DETAIL 

16d AT 12"OC 
TYPICAL AT ALL 
MULTIPLE 
STUDS

2x SOLID BLOCKING OR
WALLS OVER 10'-0" 
HIGH W/ 2-10d TOE 
NAIL EACH END 48"o.c. 
MAX SPACING

2-16d END NAILS, MIN
(TYP TOP & BOTTOM)
U.N.O.

WOOD FLOOR CONDITION

STUDS AT 16"OC MAX, TYP AT 
FURRED AND NON-BEARING 
INTERIOR PARTITIONS, SEE PLAN 
& SCHEDULE DETAIL 

DOUBLE KING STUDS
WHERE REQUIRED 
SEE DETAIL 

FOR HOLES IN STUDS 
SEE DETAIL 

CONTINUOUS 2x MIN
SOLE PLATE W/ 16d
AT 8"OC MAX

LAP END TO 
OCCUR OVER
STUD (TYPICAL)

16d AT 12"OC MAX, 
U.N.O.

SEE DETAIL

4'-0" MIN LAP FOR SPLCE

W
A

L
L

 H
E

IG
H

T
 'H

'

BAY OF 2x SOLID 
BLKG AT DOORS

AT HOLES AND NOTCHES 
OF SOLE AND TOP PLATES 
SEE 

AT HOLES IN
SILL PLATES
SEE               

/6 S-609

/2 S-609

/2 S-601

/4 S-601

/3 S-601

/6 S-609
/2 S-602

/5 S-609

/5 S-609

/4 S-601

/2 S-609 /8 S-609

1

1

STUD WALL SCHEDULE - INTERIOR NON-BEARING 
PARTITION WALL

MAX HEIGHT 'H'
INTERIOR WALL STUD

SPACING U.N.O.

H  <  14'-0"

H  <  20'-0"

2x4 AT 16"OC

2x6 AT 16"OC

NOTE:
1. FOR JACK STUDS AND KING STUDS, SEE HEADER SCHEDULE.

CL CL

16d AT 12"OC, TYP

DOUBLE TOP PLATE

SPLICE 
TOP
PLATE

SPLICE
BOTTOM
PLATE

8-16d NAILS EACH SIDE 
OF PLATE JOINT, TYP

4'-0" MIN LAP

2" TYP

LAP TO 
OCCUR
OVER STUD, 
TYP

(2) 2x4 or 4x4

(2) 2x6 or 4x6

(2) 2x8 or 4x8

(3) 2x4 or 6x6

(3) 2x6 or 6x6

(3) 2x8 or 6x8

2x4 2x6

3'-0" MAX

5'-0" MAX

8'-0" MAX

NOTE:

HEADERS NOTED IN TABLE SHALL BE PROVIDED OVER ALL WINDOW, DOOR, AND 
OTHER OPENINGS, UNLESS NOTED OTHERWISE ON PLANS AND SPECIFIC DETAILS. A 
FULL DEPTH HEADER MAY BE USED IN LIEU OF THE HEADERS NOTED IN THE TABLE.  IF 
A FULL DEPTH HEADER IS USED, THE CRIPPLE STUDS MAY BE OMITTED.

CRIPPLE STUDS

4-16d MINIMUM
EACH END

(2) 10d TOE NAILS EACH END

FULL HEIGHT KING STUD
(2) STUDS AT OPENINGS > 5'-0"

HEADER MEMBER ON EDGE,
SEE TABLE BELOW FOR SIZE

1 JACK STUD, SAME SIZE AS WALL
STUDS, UNLESS NOTED ON PLAN

16d @ 12" OC

WIDTH OF
OPENING

STUD SIZE

SEE SPECIFIC DETAILSOVER 10'-0"

(2) 2x10 or 4x10 (3) 2x10 or 6x1010'-0" MAX1

"I" JOIST BLKG AT 24" OC
SEE

"I" JOIST 
FRAMING
SEE PLAN

STUD WALL
SEE PLAN

(2) 2x4 TOP PLATES

(1) 10d EA SIDE

STUDS, SEE
PLAN

"I" JOIST BLKG 
@ 24" OC
SEE 

(2) 16d AT EACH
BLKG PANEL

GYPCRETE OVER PLYWOOD
SHEATHING & "I" JOISTS
SEE PLAN

WALL ABOVE
WHERE IT 
OCCURS
SEE PLAN CONTINUOUS 

2x SOLE PLATE 
W/ (2) 16d AT 
EACH BLKG 
PANEL

/5 S-604 /5 S-604
1 1

STUDS, 
SEE PLAN

CONTINUOUS 
2x SOLE PLATE W/ 
16d @ 8" OC 
STAGGERED

16d AT 8" OC

CONTINUOUS "I" 
JOIST ABOVE 
WALL W/ 10d TOE 
NAIL AT 6" OC TO 
TOP PLATE

DBL "I" JOISTS
BELOW WALL
SEE PLAN 
AND PER

10d @ 4" OC TO
"I" JOIST BLKG PANEL

"I" JOIST BLKG @ 48" OC
SEE

STUD WALL
SEE PLAN

GYPCRETE OVER PLYWOOD
SHEATHING & "I" JOISTS
SEE PLAN

WALL 
ABOVE
WHERE IT 
OCCURS
SEE PLAN

/5 S-604

/3 S-604

1

1

CONTINUOUS
2x SOLE PLATE 
W/ 16d AT 8" OC

STUD WALL, SEE PLAN

GYPCRETE OVER PLYWOOD
SHEATHING & "I" JOISTS
SEE PLAN

CONTINUOUS
(2) 2x TOP PLATES

(1) 10d EACH SIDE TO
TOP PLATE, TYPICAL

CONTINUOUS 
JOIST 
DO NOT SPLICE

WALL ABOVE
WHERE IT OCCURS
SEE PLAN

"I" JOIST BLKG 
WHERE WALL 
ABOVE OCCURS

STUDS, SEE PLAN

CONTINUOUS 
2x SOLE PLATE 
W/ 16d @ 8" OC

"I" JOIST BLKG
SEE /5 S-604

1

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-601

TYPICAL

WOOD

DETAILS

895.01

08/23/2023

SCALE :  3/4" = 1'-0"1
TYPICAL WALL FRAMING DETAILS - NON-BEARING WALLS

SCALE :  1" = 1'-0"2
INTERIOR NON-BEARING STUD SCHEDULE

SCALE :  1" = 1'-0"3
NON-BEARING WALL TOP PLATE LAP

SCALE :  1" = 1'-0"4
HEADER SCHEDULE (NON-BEARING)

SCALE :  1" = 1'-0"6
NON-BEARING WALL - JOIST PARALLEL

SCALE :  1" = 1'-0"7
NON-BEARING WALL - JOISTS PARALLEL

SCALE :  1" = 1'-0"5

NON-BEARING WALL - JOIST
PERPENDICULAR

No. Description Date

1 PC1 12-15-2023
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1.  JOIST TO SILL OR GIRDER

2.  BRIDGING TO JOIST

CONNECTION

b

1/2" OR LESS

g

1/2" 

22.  WIDER THAN 1" X 8" SHEATHING TO EACH BEARING

21.  1" X 8" SHEATHING TO EACH BEARING

4.  WIDER THAN 1" X 6" SUBFLOOR TO EACH JOIST

3/4" AND LESS

7/8" TO 1" 

19.  RAFTER TO PLATE

9.  DOUBLE STUDS

32.  PANEL SIDING (TO FRAMING) :

1 1/8" TO 1 1/4" 

1 1/8" TO 1 1/4" 

19/32" TO 3/4" 

1/2" AND LESS

24.  BUILT-UP GIRDER AND BEAMS

15.  CEILING JOISTS TO PLATE

14.  CONTINUOUS HEADER, TWO PIECES

12.  RIM JOIST TO TOP PLATE

     DOUBLE TOP PLATES

7.  TOP PLATE TO STUD

7/8" TO 1"

SINGLE FLOOR 
(COMBINATION SUBFLOOR-UNDERLAYMENT TO FRAMING):

       SUBFLOOR AND WALL SHEATHING (TO FRAMING):

31.  WOOD STRUCTURAL PANELS AND PARTICLEBOARD:

20.  1" DIAGONAL BRACE TO EACH STUD AND PLATE

18.  CEILING JOISTS TO PARELLEL RAFTERS

17.  CEILING JOIST, LAPS OVER PARTITIONS

13.  TOP PLATES, LAPS AND INTERSECTIONS

11.  BLOCKING BETWEEN JOISTS OR RAFTERS TO TOP PLATE

     SOLE PLATE TO JOIST OR BLOCKING, AT BRACED WALL PANEL

6.  SOLE PLATE TO JOIST OR BLOCKING

5.  2" SUBFLOOR TO JOIST OR GIRDER

16.  CONTINUOUS HEADER TO STUD

10.  DOUBLE TOP PLATES

25/32"

33.  FIBERBOARD SHEATHING:

25.  2" PLANKS

23.  BUILT-UP CORNER STUDS

8.  STUD TO SOLE PLATE

5/8" 

1/4" 
34.  INTERIOR PANELING

3/8" 

3.  1" X 6" SUBFLOOR OR LESS TO EACH JOIST

26. COLLAR TIE TO RAFTER

27.  JACK RAFTER TO HIP

28. ROOF RAFTER TO 2x RIDGE BEAM

29. JOIST TO BAND JOIST

30. LEDGER STRIP

a
FASTENING

(3) 8d

(2) 8d

(2) 8d

(2) 16d

(3) 8d

16d AT 16" O.C.

(3) 16d AT 16" O.C.

(2) 16d

(4) 8d

(2) 16d

16d AT 24" O.C.

16d AT 16" O.C.

(8) 16d

(3) 8d

8d AT 6" O.C.

(2) 16d

16d AT 16" O.C.

(3) 8d

(4) 8d

(3) 16d

(3) 16d

(3) 8d

(2) 8d

(3) 8d

(3) 8d

16d AT 24" O.C.

20d AT 32" O.C.

(2) 20d

(2) 16d

(3) 10d

(3) 10d

(2) 16d

(2) 16d

(2) 16d

(3) 16d

(3) 16d

6d

8d  OR 6d

8d

10d  OR 8d

c, l

d e

c

d e

6d

8d  

10d  OR 8d

e

e

d e

6d

8d  

f

f

NO. 11 GA ROOFING NAIL 
6d COMMON NAIL

NO. 11 GA ROOFING NAIL 
8d COMMON NAIL

h

h

4d

6d  

j

k

LOCATION

TOENAIL

AT EACH BEARING

FACE NAIL

TOENAIL

TOENAIL

FACE NAIL

FACE NAIL

FACE NAIL

FACE NAIL AT EACH JOIST

TOENAIL EACH END

FACE NAIL

FACE NAIL

BLIND AND FACE NAIL

TYPICAL FACE NAIL

BRACED WALL PANELS

END NAIL

TOENAIL

END NAIL

FACE NAIL

TYPICAL FACE NAIL

LAP SPLICE

TOENAIL

TOENAIL

FACE NAIL

TOENAIL

ALONG EDGE

FACE NAIL

FACE NAIL

FACE NAIL

FACE NAIL

FACE NAIL

FACE NAIL AT TOP AND BOTTOM 
STAGGERED ON OPPOSITE 
SIDES

FACE NAIL AT ENDS AND AT EACH SPLICE

TOENAIL

THIS NAILING SCHEDULE SHALL ONLY BE USED IF CONDITION IS NOT OTHERWISE DETAILED OR SPECIFIED ON THE 
CONSTRUCTION DOCUMENTS.  COMMON NAILS SHALL BE USED EXCEPT WHERE OTHERWISE STATED.

a.  NAILS SPACED AT 6 INCHES ON CENTER AT EDGES, 12 INCHES AT INTERMEDIATE SUPPORTS EXCEPT 6 INCHES AT ALL 
SUPPORTS WHERE SPANS ARE 48 INCHES OR MORE.  FOR NAILING OF WOOD STRUCTURAL PANEL AND 
PARTICLEBOARD DIAPHRAGMS AND SHEAR WALLS, REFER TO CBC SECTION 2305. NAILS FOR WALL SHEATHING ARE 
PERMITTED TO BE COMMON, BOX OR CASING.

b.  COMMON OR DEFORMED SHANK.

c. COMMON.

d.   DEFORMED SHANK.

e.  CORROSION-RESISTANT SIDING OR CASING NAILS.

f.  FASTENERS SPACED 3 INCHES ON CENTER AT EXTERIOR EDGES AND 6 INCHES ON CENTER AT INTERMEDIATE 
SUPPORTS, WHEN USED AS STRUCTURAL SHEATHING. SPACING SHALL BE 6 INCHES ON CENTER ONTHE EDGES AND 
12 INCHES ON CENTER AT INTERMEDIATE SUPPORTS FOR NONSTRUCTURAL APPLICATIONS.

g.  CORRISION-RESISTANT ROOFING NAILS WITH 7/16-INCH-DIAMETER HEAD AND 1 1/2-INCH LENGTH FOR 1/2" INCH 
SHEATHING AND 1 3/4-INCH LENGTH FOR 25/32 -INCH SHEATHING.

h.  CASING OR FINISH NAILS SPACED 6 INCHES ON PANEL EDGES, 12 INCHES AT INTERMEDIATE SUPPORTS.

j.  PANEL SUPPORTS AT 24 INCHES, CASING OR FINISH NAILS SPACED 6 INCHES ON PANEL EDGES, 12 INCHES AT 
INTERMEDIATE SUPPORTS.

k.  FOR ROOF SHEATHING APPLICATIONS, 8d NAILS ARE THE MINIMUM REQUIRED FOR WOOD STRUCTURAL PANELS.

TOENAIL

CL CL

CONTINUOUS DOUBLE TOP PLATE

SPLICE
TOP
PLATE

SPLICE
BOTTOM
PLATE

16d AT 12"OC, AT 2x4 TOP 
PLATES 16d AT 6"OC, 
STAGGERED AT 2x6 TOP 
PLATES AND LARGER

12-16d NAILS AT 2x4 TOP PLATES 
18-16d NAILS AT 2x6 TOP PLATES
24-16d NAILS AT 2x8 TOP PLATES 
AND LARGER EACH SIDE OF 
PLATE JOINT, TYP

OPTIONAL ALTERNATIVE TOP 
PLATE SPLICE:
MST37 STRAP TIE EACH SIDE 
CENTERED ON SPLICE

PLYWOOD SHEATHING 
WHERE IT OCCURS

LAP TO 
OCCUR
OVER STUD, 
TYP

TYP
2"

4'-0" MIN LAP

SECTION

16d AT 24"OC
TYP

4-16d
EACH SIDE

2-2x 
TOP
PLATES

CONTINUOUS 
BOTTOM
PLATE 12'-0" MIN
LENGTH

4-16d

1 "1 "

TYPE TOP FLANGE FACE MOUNTED

3 1/2"x14"

5 1/4"x14"

7"x14"

3 1/2"x16"

5 1/4"x16"

7"x16"

3 1/2"x20"

5 1/4"x20"

7"x20"

6.75"x15" (GLB)

SIMPSON DESIGNATIONS

EGQ HHGU

EGQ N/A

NOTES:

1. INSTALL PER MANUFACTURER'S INSTRUCTIONS. FILL ALL HOLES
WITH FASTENERS SPECIFIED FOR MAXIMUM LOADS.

2. USE SKEWED OR SLOPED HANGERS AS REQUIRED.
3. HANGERS ARE TYPICAL UNO IN DRAWINGS.

TOP FLANGE OR FACE
MOUNTED HANGER PER
SCHEDULE

FACE MOUNTED
HANGER PER SCHEDULE
W/ RIGHT FLANGE
CONCEALED AS
REQUIRED PER PLAN

FACE MOUNTED
HANGER PER SCHEDULE
W/ LEFT FLANGE
CONCEALED AS
REQUIRED PER PLAN

PLAN SYMBOL:

AT "I" JOIST, PROVIDE FILLER BLOCK ONE SIDE, 
SEE

AT SHEAR AND FIRE WALLS,
PLYWOOD OR GYP BOARD
SHALL BE CONTINUOUS
BEHIND LEDGER

WALL
STUDS

2x BLKG
AS 
REQ'D

14'-0"

12'-6"

9'-6"

8'-0"

SPAN MAX

2x6 AT 16" OC

2x6 AT 24" OC

2x4 AT 16" OC

2x4 AT 24" OC

CEILING JOISTS

2x4 LEDGER
WITH 2-16d
TO EACH STUD

      1. FOR SPANS GREATER THAN 14'-0", USE HUNG CEILING DETAILS.
      2. DO NOT SUPPORT MECHANICAL EQUIPMENT ON CEILING JOISTS,
  PROVIDE HANGERS TO STRUCTURE ABOVE.

NOTE:

2x BLKG

JOIST HANGER

1x4 HANGER
WITH (2) 8d
EACH END

MAXIMUM SPAN

SEE TABLE FOR

/2 S-604
2

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-602

TYPICAL

WOOD

DETAILS

895.01

08/23/2023

SCALE :  1" = 1'-0"1
TYPICAL NAILING SCHEDULE

SCALE :  1" = 1'-0"3
WALL TOP PLATE LAP

SCALE :  1" = 1'-0"2
STUD WALL INTERSECTION

SCALE :  1" = 1'-0"5
HANGER SCHEDULE - BEAM

1

SCALE :  1" = 1'-0"4
SUSPENDED WOOD CEILING

1

No. Description Date

1 PC1 12-15-2023

2 PC2 01-26-2024
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SIMPSON 
POST CAP PER 
SCHEDULE

ST6224 STRAP UNO
ON PLAN

1/2" GAP WHERE
SPLICE OCCURS

POST PER PLAN

BM PER PLAN

BM PER 
PLAN

POST PER 
PLAN

END CONDITION

BM  PER PLAN

INTERIOR CONDITION

SIMPSON 
POST CAP PER
SCHEDULE 

2

OVERSIZE POST

ST6224 STRAP UNO
ON PLAN

1/2" GAP WHERE
SPLICE OCCURS

POST PER PLAN
BM PER PLAN

SIMPSON CCQ 
OR PER SCHEDULE

2

POST PER PLAN 

BM PER PLAN

POST PER PLAN
SIMPSON ECCLLQ
AT LEFT DIRECTION
ECCLRQ AT RIGHT
DIRECTION
OR PER SCHEDULE

SIMPSON 
ECCOQ POST 
CAP UNO

SIMPSON CCOQ
POST CAP, UNO

COLUMN, SEE PLAN

PSL, LSL, LVL BM 
OR GLB, SEE PLAN

3/16
TYP

3/16
TYP

1

1

HSS PER PLAN

SHEATHING PER 
PLAN

BEAM PER PLAN

SIMPSON "ECCQ" SIZE 
TO MATCH BEAM SIZE

1/8
3 SIDES

PL 1/4" WIDTH TO 
MATCH "ECCQ" + 1/2"
DEPTH MATCH BM

1

1

1

1

PLYWOOD SHEATING 
PER PLAN

BEAM PER PLAN

2-2x CONT TOP 
PL

POST PER PLAN

(2) A35 TOP & BOTT

1

1

POST CAP WHERE
SPECIFIED PER PLAN

2

2

PLYWOOD SHEATING 
PER PLAN

BEAM CAP PER 1,2,
WHERE SPECIFIED PER PLAN

2-2x CONT TOP PLATESFLUSH BEAM 
SEE SCHEDULE 
UNO ON PLAN

STRAP PER PLAN
AND              

STUDS, (OR POST) 
SEE SCHEDULE 
UNO ON PLAN

A35

2x STUDS

LPT4

/5 S-611

/3 S-603

1

2

TOP OF CONC

SIMPSON "CBSQ"
COLUMN

POST PER PLAN

POST PER PLANSIMPSON A35 OR BC0
EACH SIDE

PRESSURE TREATED
CONTINUOUS SILL
PLATE SEE SECTIONS

CL POST

ANCHOR BOLTS
SEE SCHEDULE

TOC

EN

SHEAR WALL 
PER PLAN

4x (MIN) NAILER 
W/ 3/4"Ø
BOLTS @ 6" OC
AT SHEAR WALL

NON-SHEAR WALL 
PLYWOOD PER GSN

3x (MIN) NAILER W/ 3/4"Ø
BOLTS @ 24" OC

SHIM W/ 16d @ 6"

1
1

2

BEAM PER 
PLAN, TYP

PC

CONT WHERE 
OCCURS

KING POST 
PER PLAN, TYP

AT SLOPING BEAMS USE 
CAPS W/ SKEWED & /OR 
SLOPED STRAPS TO 
ACCOMODATE CONST 

INVERTED PC

EPC

BEAM PER PLAN, 
TYP
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SANTA

BARBARA
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GARDEN STREET

S-603

TYPICAL

WOOD

DETAILS

895.01

08/23/2023

SCALE :  1" = 1'-0"1
TYP LVL BM TO POST CONN

SCALE :  1" = 1'-0"2
TYP BM CONN TO OVERSIZE POST

SCALE :  1" = 1'-0"3
POST TO BEAM CONN AT CORNERS

SCALE :  1" = 1'-0"5
WOOD BEAM TO HSS COLUMN CONN

SCALE :  1" = 1'-0"6
WOOD BEAM @ CONTINUOUS STEEL COLUMN

SCALE :  1" = 1'-0"7
TYP FLUSH BEAM PERPENDICULAR TO WALL

SCALE :  1" = 1'-0"8
TYP FLUSH BEAM PARALLEL TO WALL

SCALE :  1" = 1'-0"9
ISOLATED POST DETAIL

SCALE :  1" = 1'-0"10
WOOD POST TO SILL PLATE

SCALE :  1" = 1'-0"4
HSS COLUMN AT END OF SHEAR WALL

SCALE :  1" = 1'-0"11
TYP KING POST DETAIL

1

No. Description Date

1 PC1 12-15-2023

2 PC2 01-26-2024
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RED-I 65x16"

RED-I 45x14"

2x8

TOP FLANGETYPE

N/A

MIT1.81/d

MIT316

RED-I 65x20" MIT320

HANGERS ARE TYPICAL U.N.O. IN DRAWINGS.

USE SKEWED OR SLOPED HANGERS AS REQUIRED.

FASTENERS SPECIFIED FOR MAXIMUM LOADS.
INSTALL PER MANUFACTURER'S INSTRUCTIONS.  FILL ALL HOLES WITH

4.

3.

NOTES:

1.

'd' IS MEMBER DEPTH2.

SIMPSON DESIGNATIONS

FACE MOUNTED

LUS26

IUS1.81/d

IUS2.56/d

IUS2.56/d-4

1

RED-I 90x20" MIT420 MIU3.56/20

2

TJI JOIST

2 ROWS 16d 
@ 3"OC EACH SIDE

2 ROWS 8d @ 6" OC 
CLINCH AS REQUIRED

CONTINUOUS FILLER BLOCK 
FOR LENGTH, SEE PLAN

TIGHT FIT AT 
BOT FLANGE

2
"

T
Y

P

2
"

2
"

3
"

2
"

1
/8

" 
M

IN
1

/2
" 

M
A

X

3
"

RED I JOIST/ LVL MEMBER

(2) RED I JOIST MEMBERS

CONTINUOUS 
FILLER BLOCK

(2) 16d @ 12" OC

(2) 16d AT 12" OC 
(STAGGER 6" W/ 
NAILS ON FAR SIDE)

(2) 16d @ 12" OC

CONTINUOUS 
FILLER BLOCK

PLYWOOD SHEATHING 
SEE PLAN

PLYWOOD SHEATHING 
SEE PLAN

(2) 16d AT 12" OC 
(STAGGER 6" W/ 
NAILS ON FAR 
SIDE)

TIGHT FIT AT BOT FLANGE

WEB STIFFENER

WEB STIFFENER 
SIZE 
BY MANUFACTURER 
(12" MINIMUM)

"I" JOIST

(2) 8d NAILS EACH SIDE 
CLINCH AS REQUIRED

2
"

1
/8

" 
M

IN
1

/2
" 

M
A

X

2
"

AA AA

I14

"I" JOIST

"I" JOIST BLOCKING 
PANEL 
(SAME SIZE & MATERIAL 
AS JOISTS)

SNUG FIT 
AT BOTTOM

2x4 BLOCK, TYP

"I" JOIST WEB

BLOCKING PANEL

(3) 8d EACH BLOCK 
TYPICAL

1
/8

" 
M

IN
1

/2
" 

M
A

X

SECTION A-A

1 1/2" LSL 
RIM BOARD

SQUASH BLOCKS

10d TOP & BOTTOM
TYPICAL

CONTINUOUS 
(2) 2x TOP PLATES

POST OR JAMB 
SEE PLAN

1 1/2" LSL
RIM BOARD

POST OR JAMB

SQUASH BLOCK
(1) 2x4 MIN AT 2x4 WALL
(2) 2x4 MIN AT 2x6 WALL

W
IDTH TO M

ATCH

POST O
R JAMB

1
/1

6
"

"I" JOIST

POST OR JAMB

SQUASH BLOCK
EACH SIDE

WEB 
STIFFENER
EACH SIDE

"I" JOIST
SEE PLAN

10d TO TOP
& BOTTOM
FLANGE, TYP

2x4 MINIMUM
SQUASH BLOCK
EACH SIDE

POST OR JAMB
SEE PLAN

WEB 
STIFFENER
EACH SIDE

CONTINUOUS 
(2) 2x TOP 
PLATES

STUDS
SEE PLAN

TO MATCH

WIDTH

POST

W
IDTH TO M

ATCH

POST O
R JAMB

FLUSH BEAM

BEAM

GYPCRETE OVER PLYWOOD 
SHEATHING & I JOISTS 
SEE PLAN

FLUSH BEAM, SEE PLAN

10d AT 6" OC

HANGER PER SCHED

AT STUD WALL ABOVE
SEE PLAN

GYPCRETE OVER PLYWOOD 
SHEATHING & I JOISTS 
SEE PLAN

10d AT 6" OC

AT STUD WALL ABOVE
SEE PLAN

BEAM, SEE PLAN

HANGER PER SCHED

GYPCRETE OVER PLYWOOD
SHEATHING & I JOISTS
SEE PLAN

STUD WALL, SEE PLAN

16d AT 8" OC

STUD WALL, SEE PLAN

EDGE 
NAIL

SQUASH BLOCK UNDER 
POST OR JAMB

I JOIST BLOCKING

(4) 10d EACH BLOCKING
TYPICAL

(1) 10d EACH SIDE
JOIST FLANGE TO
TOP PLATE, TYPICAL

DBL SILL PL

DBL TOP PL

TJI BLKG AT 48" OC

16d AT 8" OC

CONTIN I JOIST
ABOVE WALL
w/ 10d TOE
NAIL AT 6" OC
TO TOP PLATE

STUD WALL
SEE PLAN

10d AT 4" OC TO TJI BLKGSTUDS, SEE PLAN

GYPCRETE OVER PLYWOOD
SHEATHING & I JOISTS
SEE PLAN

DBL SILL PL

DBL TOP PL

16d AT 8" OC

I JOIST BLKG w/
10d TOE NAIL
AT 6" OC TO
TOP PLATE

STUD WALL
SEE PLAN

STUDS, SEE PLAN

GYPCRETE OVER PLYWOOD
SHEATHING & I JOISTS
SEE PLAN

DBL SILL PL

DBL TOP PL

BN

12"
1/4" MAX

PLYWOOD SHEATHING 
& I JOIST PER PLAN

JOIST HANGER PER 
SCHEDULE SLOPED 
IF REQUIRED

BEAM PER PLAN

STUD WALL W/ DBL TOP PL & 
LTP4 PER PLAN OR PER 
SHEARWALL SCHEDULE 
WHERE OCCURS

2

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-604

TYPICAL

WOOD

DETAILS

895.01

08/23/2023

SCALE :  1" = 1'-0"1
HANGER SCHEDULE

SCALE :  1 1/2" = 1'-0"2
FILLER BLOCK NAILING

SCALE :  1" = 1'-0"3
BUILT-UP MEMBERS

SCALE :  1 1/2" = 1'-0"4
WEB STIFFENER NAILING

SCALE :  1 1/2" = 1'-0"5
"I" JOIST BLOCKING

SCALE :  1" = 1'-0"6
SQUASH BLOCK AT RIM BOARD

SCALE :  1" = 1'-0"7
SQUASH BLOCKS AT "I" JOIST

SCALE :  1" = 1'-0"8
TJI TO BEAM CONNECTION

SCALE :  1" = 1'-0"9

BEARING WALL -
JOIST PERPENDICULAR

SCALE :  1" = 1'-0"10
BEARING WALL - JOISTS PARALLEL

SCALE :  1" = 1'-0"11

BEARING WALL -
JOISTS PARALLEL/PERPENDICULAR

SCALE :  1" = 1'-0"12

JOIST TO BEAM CONNECTION AT
GENTLE SLOPE

1

No. Description Date

1 PC1 12-15-2023

2 PC2 01-26-2024
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EDGE NAIL

3/4" MIN PLYWOOD JOINT, S.A.D.

CONTINUOUS (2) 2x SOLE PLATE 
W/ 16d AT 8" OC, TYP U.N.O.
AT SHEARWALLS SEE SCHED

STUDS, SEE PLAN

PLYWOOD
SHEATHING

RIM BOARD

TJI JOISTS, SEE PLAN

PLYWOOD
SHEATHING

PLYWOOD JT ON 
RIM BOARD

PLYWOOD
SHEATHING

SQUASH BLOCK UNDER POST OR DBL
JAMB STUDS, SOLID BLOCK AT TIEDOWNS

GYPCRETE OVER PLYWOOD
SHEATHING & I JOISTS
SEE PLAN

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

STUDS, SEE PLAN

CONTINUOUS (2) 2x TOP PLATES

(1) 10d EACH SIDE TO
TOP PLATE, TYPICAL

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

EDGE NAIL

EDGE NAIL

WEB STIFFENER, SEE

A35'S PER SHEARWALL 
SCHEDULE

CONT 1 1/2" LSL RIM BOARD

BN

1

1

WINDOW, S.A.D.

OPENING, S.A.D.

STUD WALL, SEE PLAN

SILL, SEE SCHEDULE

HDR, SEE SCHEDULE & PLAN

CRIPPLE STUDS

GYPCRETE OVER 
PLYWOOD SHEATHING
& I JOISTS, SEE PLAN

EDGE NAIL

EDGE NAIL

PLYWOOD SHEATHING
SEE PLAN & SCHED

NOTE:
FOR INFO NOT SHOWN
SEE DETAIL               . 

S
.A

.D
.

PLYWOOD SHEATHING
SEE PLAN & SCHED

/1 S-605

1

1 3/4" LSL RIM BOARD

TJI BLOCKING PANEL

(1) 10d EACH SIDE TO
TOP PLATE, TYPICAL

PLYWOOD
SHEATHING

PLYWOOD
SHEATHING

PLYWOOD JT ON 
RIM BOARD

PLYWOOD
SHEATHING

TJI JOIST, SEE PLAN

EDGE NAIL

3/4" MIN PLYWOOD JOINT, S.A.D.

CONTINUOUS (2) 2x SOLE PLATE 
W/ 16d @ 8" OC, TYP U.N.O.
AT SHEARWALLS SEE SCHED

STUDS, SEE PLAN

SQUASH BLOCK UNDER POST OR DBL
JAMB STUDS, SOLID BLOCK AT TIEDOWNS

GYPCRETE OVER PLYWOOD
SHEATHING & I JOISTS
SEE PLAN

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

STUDS, SEE PLAN

CONTINUOUS (2) 2x TOP PLATES

10d  @ 4" OC TO 
BLKG

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

EDGE NAIL

EDGE NAIL

"I" JOIST BLKG @ 48" OC

A35'S PER
SHEARWALL SEE SCHEDULE

CONT 1 1/2" LSL RIM BOARD

BN

1

1

PLYWOOD 
SHEATHING
SEE PLAN

WINDOW, S.A.D.

OPENING, S.A.D.

STUD WALL, SEE PLAN

HDR, SEE SCHEDULE

CRIPPLE STUDS

SILL, SEE SCHEDULE

GYPCRETE OVER 
PLYWOOD SHEATHING
& I JOISTS, SEE PLAN

NOTE:
FOR INFO NOT SHOWN
SEE DETAIL               .

S
.A

.D
.

/3 S-605

1

STUDS, SEE PLAN

FRAMING ANCHOR, SEE
SHEAR WALL SCHEDULE

B.N.

EDGE NAIL
3 1/2" LVL BLOCKING, TYPICAL

LSL BLKG

PLYWOOD
SHEATHING

FOR SOLE PLATE AND
EDGE NAILING, 
SEE SCHEDULE

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

GYPCRETE OVER PLYWOOD
SHEATHING & I JOISTS
SEE PLAN

(1) 10d EACH SIDE 
TO TOP PLATE, 
TYPICAL

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

STUDS, SEE PLAN

CONTINUOUS (2) 2x TOP PLATES

PLYWOOD SHEATHING

DBL SILL PL

1

WHERE SHEAR WALL OCCURS
ABOVE, FOR SOLE PLATE AND
EDGE NAILING, SEE 
SCHEDULE

B.N.

PLYWOOD 
SHEATHING

PLYWOOD SHEATHING

PLYWOOD
SHEATHING

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

E.N.

1 3/4" LSL RIM BOARD

TJI BLOCKING PANEL

(1) 10d EACH SIDE TO
TOP PLATE, TYPICAL

TJI JOISTS
SEE PLAN

GYPCRETE OVER PLYWOOD
SHEATHING & I JOISTS
SEE PLAN

10d @ 4" OC TO 
BLOCKING

"I" JOIST BLKG 
@ 48" OC

CONT 1 1/2" PSL

STUDS, SEE PLAN

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

STUDS, SEE PLAN

CONTINUOUS (2) 2x TOP PLATES

E.N. A35 PER SHEAR WALL 
SCHEDULE

DBL SILL PL

1

EN

2x4 @ 16" OC 
PARAPET STUDS

SHT'G PER PLAN

PROVIDE CS1 ON THIS SIDE IF SHEATHING IS 
NOT KEPT CONTINUOUS FROM THE LOWER
LEVEL TO THE TOP OF THE PARAPET

SILL PL & ATTACHMENT 
PER PLAN

BN

EN

BM PER PLAN

2-2x CONT TOP PLATE

EN AS REQ'D

SHT'G AS REQ'D

CS14 @ 32" OC CUT SLIT
OPENING IN SHT'G W/ 
1/4" MAX OVERCUT FOR STRAP AS 
REQ'D

EN AS REQ'D

"I" JOIST BLKG 
@ 4'-0" OC W/ A35 OR 
NAILING PER                

SHT'G PER PLAN

3
'-
6

" 
M

A
X

 P
E

R
 A

R
C

H
'L

/5 S-604

1

EN

4x6 @ 4'-0" OC & 2x6 @ 16" OC 
AT ALL OTHER PARAPET STUDS

SILL PL & ATTACHMENT PER PLAN

EN

BM PER PLAN

2-2x CONT TOP PLATE

EN AS REQ'D

SHT'G AS REQ'D

CS14 @ 32" OC CUT SLIT
OPENING IN SHT'G W/ 
1/4" MAX OVERCUT FOR STRAP AS 
REQ'D
WRAP CS1 AROUND BEAM AND UP 
OTHER SIDE OF PARAPET

EN AS REQ'D

SHT'G PER 
PLAN

JOIST PER PLAN W/ FACE
MOUNT HANGER

SHT'G PER PLAN

 P
E

R
 C

O
IL

 S
T

R
A

P
 S

C
H

E
D

 T
Y

P

S
T

R
A

P
 L

E
N

G
T

H

BN

1

3
' -

 6
" 

M
A

X
 P

E
R

 A
R

C
H

'L
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SCALE :  1" = 1'-0"1

EXTERIOR SHEAR WALL -
JOIST PERPENDICULAR

SCALE :  1" = 1'-0"2

DROP HEADER -
JOIST PERPENDICULAR

SCALE :  1" = 1'-0"3

EXTERIOR SHEAR WALL -
JOIST PARALLEL

SCALE :  1" = 1'-0"4
DROP HEADER - JOIST PARALLEL

SCALE :  1" = 1'-0"5

INTERIOR SHEAR WALL -
JOIST PERPENDICULAR

SCALE :  1" = 1'-0"6

INTERIOR SHEAR WALL -
JOIST PARALLEL

SCALE :  1" = 1'-0"7
PARAPET/GUARDRAIL DETAIL

SCALE :  1" = 1'-0"8
PARAPET/GUARDRAIL DETAIL
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15/32" STRUCTURAL I

15/32" STRUCTURAL I

15/32" STRUCTURAL I

SHEAR WALL SHEATHING / NAILING SCHEDULE

SILL ATTACHMENT

NAILS/LAG SCREWS

D

C

B

3x

3x

3x

SHEATHING

15/32" STRUCTURAL I

WALL

SYMBOL

A

FRAMING

SIZE

2x

10d @ 12" OC

10d @ 12" OC

10d @ 12" OC10d @ 2" OC

10d @ 3" OC

10d @ 4" OC

SUPPORTS (FN)

INTERMEDIATE

10d @12" OC10d @ 6" OC

EDGE (EN)

NAILING
SHEAR CAPACITY
PER AWC SDW5

5/8"Ø @ 32" OC

5/8"Ø @ 24" OC

5/8"Ø @ 32" OC

5/8"Ø @ 16" OC

ANCHOR BOLTING
7,8

665 PLF

510 PLF

340 PLF

11,12

2,5.6

1,13,15,16 3

10,14

4,5

870 PLF

LTP4/A359

16" OC

16" OC

12" OC

8" OC

SIMPSON SDS25 
@ 12" OC

15/32" STRUCTURAL I
EACH SIDE

E 3x 10d @ 12" OC10d @ 4" OC 5/8"Ø @ 16" OC3/8"Ø LAG @ 4" OC 6" OC

F 3x 10d @ 12" OC10d @ 3" OC 5/8"Ø @ 12" OC1/2"Ø LAG @ 6" OC 6" OC
15/32" STRUCTURAL I
EACH SIDE

1020 PLF

1330 PLF

G
15/32" STRUCTURAL I
EACH SIDE

3x 10d @ 12" OC10d @ 2" OC 5/8"Ø @ 8" OC1/2"Ø LAG @ 4" OC 1740 PLF4 1/2" OC

SIMPSON SDS25 
@ 8" OC

SIMPSON SDS25 
@ 6" OC

SIMPSON SDS25 
@ 4" OC

NOTES:

1. ALL PLYWOOD SHALL BE 4 PLY MINIMUM AND ALL PANEL EDGES SHALL BE BLOCKED.

2. ALL NAILS SHALL BE COMMON NAILS.

3. PROVIDE EDGE NAILING AT ALL EDGES OF SHEATHING, END STUDS, SOLE PLATES AND TOP PLATES.

4. WHERE SHEAR CAPACITY IS LESS THAN 600 PLF A 2x SILL PLATE MAYBE USED IN LIEU OF 3x IF THE ANCHOR BOLT SPACING IS REDUCED TO 1/2 OF THE REQUIRED SPACING CALLED OUT IN THIS SCHEDULE.

5. WHERE 10d NAILS ARE 3" ON CENTER OR LESS, OR SHEAR CAPACITY IS GREATER THAN 350 PLF, NAILS SHALL BE STAGGERED AND FRAMING MEMBER AT PANEL EDGES (EXCEPT INTERMEDIATE SUPPORTS) SHALL BE  3x MIN THICKNESS UNLESS 
NOTED OTHERWISE IN NOTE 4.

6. NAILS SHALL BE 1/2" MINIMUM FROM PLYWOOD PANEL EDGE. NAILS SHALL BE 3/8" MINIMUM FROM CONNECTING MEMBER EDGE WHERE SHEAR EXCEEDS 300 PLF.

7. SOLE NAILS OR LAGS APPLY TO SILL PLATE ATTACHMENTS WHERE THE SHEAR WALL IS LOCATED ABOVE A CRIPPLE WALL, ANOTHER SHEARWALL OR OTHER WOOD FRAMING. WHERE SILL PLATE IS ON TOP OF CONCRETE OR MASONRY SEE 
ANCHOR BOLTING COLUMN FOR REQUIRED ATTACHMENT.

8. BASE FRAMING SHALL BE DOUBLE 2x TOP PLATE OR 3x BLOCKING MINIMUM.  SIMPSON SDS SCREWS TO HAVE A MINIMUM OF 2" PENETRATION INTO RIM JOIST.  LAG BOLT PENETRATION (NOT INCLUDING TAPERED TIP) INTO BASE FRAMING SHALL 
BE 3" MINIMUM.  3x MIN RIM JOIST REQUIRED AT (2) SIDED SHEAR PANELS.

9. WHERE LTP4 ARE INSTALLED OVER PLYWOOD 8dx2 1/2" NAILS SHALL BE USED IN LIEU OF HANGER NAILS. SEE A/- FOR OPTION IN LIEU OF PROVIDING LTP4.

10. SEE TYPICAL BEARING WALL FRAMING DETAIL FOR  STUD WALL CONSTRUCTION.

11. PROVIDE SIMPSON BPS OR LBPS PL WASHER AT EACH ANCHOR BOLT.

12. ANCHOR BOLTS (A.B.) SHALL HAVE 7" MIN EMBEDMENT INTO CONCRETE. LENGTHEN A.B. AS REQUIRED FOR EMBEDMENT AND SILL PLATE THICKNESS. THERE SHALL BE A MIN OF TWO A.B. PER SILL PIECE WITH ONE A.B. LOCATED NOT MORE THAN 
12" OR LESS THAN 6" FROM EACH END OF THE SILL PIECE.

13. ORIENTED STRAND BORDS (OSB) MAY BE SUBSTITUTED FOR PLYWOOD NOTED ABOVE PROVIDED IT IS RATED BY APA'S PERFORMANCE STANDARD RATING AND IS RATED STRUCTURAL I AND FOR EXTERIOR USE.

14. USE MIN 4x END POSTS AT ALL SHEARWALLS UNLESS OTHERWISE NOTED.

15. WHERE PANELS ARE APPLIED TO BOTH FACES OF A WALL OFFSET PANEL JOINTS TO FALL ON DIFFERENT FRAMING MEMBERS.

16. INDIVIDUAL PIECES OF PLYWOOD SHALL NOT BE LESS THAN 16" IN LEAST DIMENSION NOR LESS THAN 5 SQFT. IN TOTAL AREA.

17. WALL SYMBOL I ENCOMPASSES WALL SYMBOLS A-D (SHEATHING ON ONE SIDE). WALL SYMBOL II ENCOMPASSES WALL SYMBOLS E-G (SHEATHING ON EA SIDE).

17

1

WOOD FLOOR CONDITION - JOIST PERPENDICULAR WOOD FLOOR CONDITION - JOIST PARALLEL

ROOF CONDITION
HOLDOWN, SEE PLAN
& SCHEDULE, TYPICAL

EDGE NAIL TO
SOLE PLATE

SOLE PLATE NAILING
SEE SCHEDULE

CONT 2x MIN SOLE
PLATE, SEE SCHEDULE

CONT RIM BOARD

SOLID BLOCKING

CONT (2) 2x
TOP PLATES

EDGE NAIL TO
TOP PLATE

HOLDOWN, SEE PLAN
& SCHEDULE, TYPICAL

4x MIN POST

EDGE NAIL
TO POST

2x STUD

HOLDOWN, SEE PLAN
& SCHEDULE, TYPICAL

CONT 2x MIN SILL
PLATE, SEE SCHEDULE

FOR ANCHOR BOLT
SIZE AND SPACING
SEE SCHEDULE

(2) 16d END NAILS,
MIN (TYP TOP &
BOTTOM) UNO

EDGE NAIL
TO SILL PLATE

16d @ 12" OC, 
TYPICAL

2x CRIPPLE STUD

EDGE NAIL 
TO POST

4x MIN POST

2x SOLID BLOCKING FOR 
WALLS OVER 10'-0" HIGH 
W/ (2) 10d TOE NAILS EACH
END 48" OC MAX SPACING

EDGE NAIL 
TO POSTS

FIELD NAILING, TYPICAL 
AT ALL INTERMEDIATE 
SUPPORTS

HEADER, SEE PLAN
AND SCHEDULE

SOLID BLOCKING

SQUASH BLOCKS
AT POSTS AND JAMBS

CONT RIM BOARD

EDGE NAILING

SQUASH BLOCKS AT POSTS AND 
JAMBS, TYPICAL

STRAP TIE AT 
CORNER, SEE TYPICAL

16d @ 12" OC,
TYPICAL AT ALL
MULTIPLE STUDS

HEADER, SEE
PLAN SCHEDULE

EDGE NAILING

CONT RIM BOARD

'SIMPSON' A35 OR
LTP4 SEE SCHEDULE

SOLID BLOCKING

RIM BOARD

CONT 3x MIN SOLE
PLATE, SEE SCHEDULE

SOLE PLATE NAILING
SEE SCHEDULE

EDGE NAIL TO 
SOLE PLATE

EDGE NAIL 
TO POSTS

DOUBLE POST WHERE 
OCCURS PER PLAN

FULL SIZE PLYWOOD 
OR OSB SHEET, 
TYPICAL UNO 
(PLYWOOD FACE
GRAIN PARALLEL TO 
STUD)

FIELD NAILING, 
TYPICAL AT ALL 
INTERMEDIATE 
SUPPORTS

TYPICAL STUDS

CONT 2x2 TOP 
PLATES

EDGE NAIL TO TOP 
PLATE

3x STUD AT WALL 
TYPE B, C, D

STAGGER EDGE NAILS
AT PANEL JOINTS,
TYPICAL

WOOD FLOOR CONDITION - JOIST PERPENDICULARWOOD FLOOR CONDITION - JOIST PARALLELCONCRETE CONDITION

DOUBLE HOLDDOWN 
PER PLAN AND PER 
SCHEDULE WHERE 
OCCURS

1

1

1

1

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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TYPICAL
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895.01

08/23/2023

SCALE :  1" = 1'-0"1
TYPICAL SHEAR WALL FRAMING ELEVATION
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HOLDOWN ABOVE BEARING WALLHOLDOWN ABOVE WOOD BEAM

POST ABOVE PER PLAN

SHEARWALL PER PLAN

HOLDOWN PER SCHD

THREADED ROD PER SCHD

FLOOR PLY WHERE OCCURS 
PER PLAN

DRILL HOLE FOR ROD 2" 
OVERSIZE MAX, DO NOT 
DAMAGE FLOOR JOIST OR  
FLOOR JOIST HARDWARE

HOLDOWN PER SCHED

JOISTS WHERE OCCUR

ADD'L BLK'G ON INSIDE FACE 
TO MATCH TYP BLK'G OR RIM 
BOARD, WHERE JOIST ARE 
PARALLEL TO WALL USE 2'-0" 
LONG BLK'G CENTERED ON HD

TYP BLK'G OR RIM BOARD 
ABOVE SHEARWALL

POST BELOW PER PLAN

SHEARWALL PER PLAN

BM PER PLAN

DRILL HOLE IN BM & 
PL1/4" MAX OVERSIZE

POST PER PLAN

WALL BEYOND PER PLAN

FLOOR PLY PER PLAN

HOLDOWN PER SCHED

BEARING PL PER SCHED

MIN WOOD 
MEMBER DIM (IN)

MARK

HOLDOWN SCHEDULE
HOLDOWN           PER PLAN

KEY NOTES:

16d @ 12" OC STAGGERED

EMBEDMENT PER HOLDOWN SCHEDULE

END OF SHEAR WALL POST PER PLAN

OFFSET HOLDOWN WHERE (2) HOLDOWNS 
REQUIRED PER SCHEDULE.

NUT ONLY, WASHER NOT REQUIRED RE-TIGHTEN
IMMEDIATELY PRIOR TO COVERING. HEAVY HEX 
REQUIRED AT HDU14.

TYPICAL ANCHOR BOLT PER SHEARWALL 
SCHEDULE

THREADED ROD (F1554)  W/DBL NUT AND PL 
WASHER. PROVIDE PL 3/16"x3"x3 1/2" WASHER  AT 
5/8" AB. PROVIDE PL 3/8"x3 1/2"x4" WASHER AT
ANCHOR BOLTS LARGER THAN 5/8"ø 

1

2

3

4

5

6

7

8

HDU2-SDS2.5

TYPE

HDU4-SDS2.5

HDU5-SDS2.5

HDU8-SDS2.5

HDU11-SDS2.5

HDU14-SDS2.5

5 1/2

5 1/2

3,075

4,565

5,645

7,870

9,335

14,445

DESIGN 
CAPICITY 

(ASD)

5/8

5/8

5/8

7/8

1

1

ANCHOR
DIA (IN)

MIN HOLDOWN A.B. 
EMBEDMENT

(IN)

12"

STUD FASTENERS 

6-SDS 1/4"x2-1/2"

10-SDS 1/4"x2-1/2"

14-SDS 1/4"x2-1/2"

20-SDS 1/4"x2-1/2"

30-SDS 1/4"x2-1/2"

36-SDS 1/4"x2-1/2"

#

4 1/2

3

3

32

HD19

4

5

8

11

14

19

R

5 1/2 1 1/4 (5) 1"Ø A30719,070

WELDED ANGLE
W/ ASTM F 1554 GR 105 HSS ONLY 1 1/4 SEE- 2, /3 S-611

12"

12"

12"

12"

12"

12"

1

1

FTG PER
PLAN, TYP

SHEARWALL 
PER PLAN

P
E

R
 S

C
H

E
D

E
M

B
E

D

CURB WHERE 
OCCURS

T.O. FTG / 
STEM WALL/

T.O. SLAB / 
CURB

SINGLE OR DBL
TRIMMER STUD

SDS SCREWS

FTG PER
PLAN, TYP

6

1

4

5

2

P
L
A

N
P

E
R

P
E

R
 P

L
A

N
F

T
G

 D
E

P
T

H

3

7

3
" 

C
L
R

TRIM SOLE PL 
WHERE INTERFERES 
W/ WALL OPENING

8

BASEMENT 
WALL

TRIMMER STUD PER 
WALL STUD FRAMING

1 1/2"

E
Q

E
Q

POST OR DBL STUD 
ABOVE PER PLAN

SHEAR WALL PER PLAN

PROVIDE SQUASH BLOCK 
FOR FULL BEARING AT POST

CMST14 W/ (2) 16d @ 3 1/2" OC 
[(28) 16d MIN @ POST ABOVE 
& BELOW, (56) TOTAL], 
@ DBL STUDS CENTER EA 
ROW ON A STUD

PLYWOOD PER PLAN

FLOOR JOIST PER PLAN

DBL TOP PLATE

SOLE PLATE

E
D

G
E

 D
IS

T
A

N
C

E

4
 3

/4
" 

M
IN

EDGE DISTANCE
1 3/4" MIN

CONC STEM
WALL

HOLDOWN AB

HOLDOWN PER PLAN

SILL PL & ATTACH
PER PLAN

CONC SLAB
THICKNESS &
REINF PER PLAN

S
C

H
E

D

E
M

B
E

D
 P

E
R

EN

POST PER PLAN

SHT'G PER SWS
WHERE OCCURS
OR PER PLAN

HOLDOWN PER PLAN

SILL PL & ATTACH
PER PLAN

CONC SLAB
THICKNESS &
REINF PER PLAN

EN

HOLDOWN AB
BENT ONLY ONCE

SHT'G PER SWS
WHERE OCCURS
OR PER PLAN

#5 x 5'-0" LONG

POST PER PLAN

#5 EA SIDE OF HOLDOWN
OFFSET BARS 4" FROM 
HOLDOWN

 P
E

R
 S

C
H

E
D

E
M

B
E

D

"1D", TYP

1
1

SILL PL & ATTACH
PER PLAN

CONC SLAB
THICKNESS &
REINF PER PLAN

EN

HSS PER PLAN

SHT'G PER SWS
WHERE OCCURS
OR PER PLAN

A.B. PER HOLDDOWN 
SCHEDULE (1-1/4"Ø ASTM 
F1554 GR 105 MIN)

PL 1/4" X 6" SQ

SILL PL & ATTACH
PER PLAN

CONC SLAB PER
PLAN (REBAR NOT
SHOWN FOR CLARITY)

EN

HSS PER PLAN

SHT'G PER SWS
WHERE OCCURS
OR PER PLAN

A.B. PER HOLDDOWN 
SCHEDULE (1-1/4"Ø ASTM 
F1554 GR 105 MIN)

CMU WALL PER PLAN
(REBAR NOT SHOWN
FOR CLARITY)

2
4
" 

M
IN

E
M

B
E

D
 P

E
R

 S
C

H
E

D

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-607

TYPICAL

WOOD

DETAILS

895.01

08/23/2023

SCALE :  1" = 1'-0"1
HOLDOWN AT UPPER FLOORS

SCALE :  1" = 1'-0"2
TYPICAL HOLDOWN (SCHEDULE)

2A
TYPICAL HOLDOWN (SECTION)

2B
TYPICAL HOLDOWN (ELEVATION)

SCALE :  1" = 1'-0"4

EXTERIOR WALL STRAP
HOLDOWN BETWEEN FLOORS

3A
HOLDOWN EDGE DISTANCE AT CORNER CONDITION

3B
HOLDOWN CENTERED CONDITION

3C
HOLDOWN EDGE CONDITION

SCALE :  1" = 1'-0"3
HOLDOWN SCHEDULE

SCALE :  1" = 1'-0"5

"R" THROUGH BOLT HOLDOWN AT
SLAB

SCALE :  1" = 1'-0"6
"R" THROUGH BOLT HOLDOWN AT CMU WALL

1
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1B

BN PER SCHED AT 
SHEARWALL LINES

STAGGER PANEL JOINTS

PROVIDE 2x4 FLAT BLKG 
AT ALL SHTHG EDGES 
NOT SUPPORTED BY 
FRAMING WHERE REQ'D 
PER SCHEDULE

JOISTS PER PLAN

EDGE NAILING AT PANEL 
EDGES TO JOIST TYPICAL 
UNO PER SCHEDULE

FIELD NAILING TO INTERMEDIATE 
JOIST TYPICAL UNO PER SCHEDULE

BLOCKING

PLYWOOD PER 
SCHEDULE, AXIS 
PERP TO JOISTS, TYP

PLYWOOD PANEL 
EDGES

EDGE NAILING TO 
BLKG AT PANEL 
EDGES WHERE REQ'D 
PER SCHEDULE

2-JOIST BAYS MIN

P
E

R
 N

O
T

E

M
IN

 W
ID

T
H

BNPLYWOOD

DRAG BEAM

TYPICAL FRAMING 
NOT SHOWN FOR 
CLARITY

SHEARWALL OR 
COLLECTOR BEAM

JOIST OR BLKG

BLOCKING

EN BN

NOTES:

1. GLUE PLYWOOD TO FLOOR MEMBERS PRIOR TO NAILING, SEE GENERAL NOTES.
2. MINIMUM PLYWOOD WIDTH IS 24"
3. PLYWOOD SHALL BE CONTINUOUS OVER 2 JOIST BAYS, MIN.
4. NAILS SHALL BE DRIVEN TIGHT TO TOP OF PLYWOOD SURFACE AND IN NO CASE SHALL NAILS PENETRATE THE 

TOP PLY MORE THAN COMMONLY EXPECTED WITH HAMMER DRIVEN NAILS.  NAILS OVERDRIVEN ARE SUBJECT TO 
REJECTION AND MAY RESULT IN REMOVAL OF PLYWOOD AND LUMBER FRAMING TO WHICH IT IS FASTENED.  
ACCEPTANCE IS AT THE DESCRESSION OF THE SEOR AND SPECIAL INSPECTOR.

5. MINIMUM EDGE DISTANCE FOR NAILS SHALL BE 3/8"  FROM SHEATHING EDGE AND 3/8" FROM LUMBER EDGE.
6. FOR TYPE A AND B SHEATHING, FRAMING AT ADJOINING PANEL EDGES SHALL BE 3" NOMINAL OR WIDER, AND 

NAILS AT ALL PANEL EDGES SHALL BE STAGGERED WHERE PANEL EDGE NAILING IS SPECIFIED AT 2 1/2" O.C. OR 
LESSFOR TYPE C SHEATHING, FRAMING AT ADJOINING PANEL EDGES SHALL BE 4" NOMINAL OR WIDER, AND NAILS 
AT ALL PANEL EDGES SHALL BE STAGGERED PER DETAIL         .

7. PROVIDE BOUNDARY NAILS AT ALL DRAG BEAMS AND SHEARWALL LOCATIONS.

/ -1C

15/32" 

DIAPHRAGM SCHEDULE

SPAN RATING

B
ROOF

MIN NOMINAL 
PANEL THICKNESS

15/32"

TYPE

A

LOCATION

ROOF

T&GSTRUCTURAL 1

SHEATHING 
EDGE

T&GSTRUCTURAL 1

SHEATHING
GRADE BOUNDARY 

NAILING (BN)

C-D

C-D

VENEER  
GRADE

10d @ 6" OC

BOND CLASS

EXPOSURE 1

EXPOSURE 1

32/16

48/24

BLOCKED/ 
UNBLOCKED

EDGE NAILING AT 
PANEL EDGES (EN)

FIELD 
NAILING (FN)

CAPACITY 
(PLF)

BLOCKED

BLOCKED 10d @ 4" OC

10d @ 6" OC

10d @ 12" OC

10d @ 12" OC

425

320

10d @ 6" OC

23/32" C FLOOR T&GSTRUCTURAL 1 C-DEXPOSURE 148/24 BLOCKED 10d @ 2 1/2" OC 10d @ 12" OC 64010d @ 4" OC

23/32" D FLOOR T&GSTRUCTURAL 1 C-DEXPOSURE 148/24 BLOCKED 10d @ 2" OC 10d @ 12" OC 73010d @ 3" OC

23/32" E FLOOR T&GSTRUCTURAL 1 C-DEXPOSURE 148/24 BLOCKED
10d @ 2 1/2" OC 

2 LINES 10d @ 12" OC 1430
10d @ 3" OC

2 LINES

23/32" FLOOR

32/16

OPENING

"D
"

FOR "D" = 2'-6" MAX, USE (2) JOIST
FOR "D" = 4'-0" MAX, USE (3) JOIST

NOTE:
1. FOR LARGER OPENINGS REFER TO PLANS FOR FRAMING

C
L
 J

O
IS

T
C

L
 J

O
IS

T

DOUBLE JOIST
TRIMMER

JOIST HANGERS,
TYP

OPENING OR 
DEPRESSED 
FRAMING

JOIST PER
PLAN

4x4 FLAT BLOCK w/
Z44 CLIP EA. END

OPENING GREATER THAN JOIST SPACING
4A

OPENING LESS THAN JOIST SPACING
4B

2x BLKG

SIMPSON MSTA21 
AT EA CORNER

3
 1

/2
"

ADJOINING 
PANEL EDGE

 SPACING

FASTENER

1
/2

"

1
/2

"

3
/8

" 
M

IN
3

/8
" 

M
IN

1
/2

"
1

/2
"

4" NOMINAL - THREE LINES OF FASTENERS

BOUNDARY FASTENING (TWO  LINES STAGGERED IS SHOWN

2
 1

/2
" 

- 
3

 1
/2

"

E
Q

U
A

L
 S

P
A

C
E

S
5

 O
R

 7

PANEL EDGE

2
 1

/2
"

ADJOINING 
PANEL EDGE

 SPACING

FASTENER

1
/2

"

3
/8

" 
M

IN
3

/8
" 

M
IN

1
/2

"

3" NOMINAL - TWO LINES OF FASTENERS

3
 1

/2
"

ADJOINING 
PANEL EDGE

 SPACING

FASTENER

3
/4

"

1
/2

" 
M

IN
1

/2
" 

M
IN

3
/4

"

4" NOMINAL - TWO LINES OF FASTENERS

NOTE:

SPACE ADJOINING PANEL EDGE JOISTS 1/8". MINIMUN SPACING BETWEEN LINES OF FASTENERS IS 3/8".

EN

3/4" MIN PLYWOOD 
JOINT, SAD

CONTINUOUS (2) 2x SOLE PLATE 
W/ 16d AT 8" OC, TYP UNO
AT SHEARWALLS SEE SCHED

STUDS, SEE PLAN

GYPCRETE OVER PLYWOOD
SHEATHING & I JOISTS
SEE PLAN

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

STUDS, SEE PLAN

BEAM PER PLAN

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

EN

EN

BN

JOIST PER PLAN
W/ HANGER
PER SCHED

LTP4 PER 
SHEAR WALL 
SCHEDULE

CONTINUOUS (2) 2x TOP PLATES

3x6 FLAT
BLOCKING 16d TOE NAIL EA

SIDE, EA END

JOIST BEYOND
SEE PLAN

10d @ 6" OC

CS OR CMST TIE STRAP
SEE PLAN & SCHED GYPCRETE NOT

SHOWN FOR
CLARITY

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-608

TYPICAL

WOOD

DETAILS

895.01

08/23/2023

1A
PLYWOOD NAILING DETAIL

1B
DIAPHRAGM NAILING SECTION

SCALE :  1" = 1'-0"1
TYPICAL PLYWOOD FLOOR AND ROOF SHEATHING

SCALE :  1" = 1'-0"4
FRAMING AT OPENING

1C
HIGH LOAD DIAPHRAGM NAILING

SCALE :  1" = 1'-0"2

EXTERIOR SHEAR WALL -
JOIST PERPENDICULAR

SCALE :  1" = 1'-0"3
FLAT BLOCKING

11
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ALLOWABLE HOLES - JOISTS

ROUND HOLE SIZE SQ OR RECTANGULAR HOLE SIZE

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

4" 6"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

13'-6"6'-6"1'-0" 3'-0" 10'-0"

2'-6"

6'-0"

6'-0"

1'-6"

3'-0"

3'-0"

2'-0"

1'-0"

1'-0"

1'-0"

8" 10"

9'-0" 15'-0"

6'-0"

5'-6"

10'-0"

11'-0"

12'-0"

16'-6"

12"

7'-0"

15"

11'-0"

15'-6"

16'-0"

17"

15'-0"

2'-6"

2'-0"

3'-0"

5'-6"

5'-6"

1'-6"

1'-0"

2'-0"

1'-6"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

8'-6" 12'-6"

3'-0"

4'-0"

9'-6"

5'-6"

6'-6"

13'-6"

5'-0"

5'-6"

4'-6"

9'-0"

10'-0"

8'-0"

9'-6"

10'-6"

17'-0"2'-0" 7'-6" 13'-0" 14'-6"1'-0" 1'-0"

12"

14'-6"

16'-6"

18'-0"

17'-6'

16'-6"

3'-6"

11'-6"

9'-0"

8'-6"

7'-0"

4'-0"1'-0"

1'-0"

1'-0"

1'-0"

1'-6"

3'-0"

6'-0"

4"

1'-0"

6"

1'-0"

14'-6"

12'-6"

14'-0"

16'-6"

10"

9'-0"

8" 17"

18'-0"

20'-6"

21'-0"

19'-6"

20'-0"

19'-6"

19'-0"

15"

16'-0"

9'-0"

10'-6"

12'-0"

13'-6"

9'-6"

10'-6"

10'-0"

1'-0"

2'-6"

4'-0"

5'-0"

1'-0"

1'-0"

2'-0"

1'-0" 2'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

3'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

9'-0"

10'-0"

4'-6"

5'-0"

5'-0"

6'-0"

6'-0"

15'-6"

16'-0"

14'-0"

15'-0"

12'-6"

13'-0"

12'-0"

13'-0"

12'-6"

minimum

2 x L

SQ OR RECTANGULAR HOLE SIZEROUND HOLE SIZE

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

2" 3"

1'-0"

1'-0"

1'-0"

4" 6"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

2" 3"

9'-0"6'-0"2'-6"1'-0"

2'-0"1'-0" 1'-0" 7'-0"

1'-0"

4" 6 1/2"

1'-0"

8 7/8" 11"

1'-0" 7'-0"

2'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

8" 10"

1'-0"

1'-0"

1'-0"

1'-0"

5'-0"

5'-0"

12"

10'-0"

11'-0"

15"

2'-0"

3'-0"

3'-0"

1'-6"

4'-0"

6'-6"

6'-0"

3'-6"

10'-6"

13"

11'-0"

17"

6'-6"

10'-0"

9'-0"

6'-0"

1'-0"

1'-6"

2'-6"

1'-0"1'-0"

1'-0"

1'-0"

1'-0"

5'-0"2'-6"

3'-6"

5'-6"

3'-0"

6'-6"

8'-0"

6'-0"

4" 6 1/2" 8 7/8" 11" 13"

2 x D

minimum
(applies to all 

holes
except 

knockouts)

No field cut
holes in
hatched
zones

L

6"
1

See Table A

6"

See Table A

D
1 1 L2

9'-0"1'-6" 6'-6" 10'-0"1'-0" 1'-0"

12"

11'-0"

12'-6'

11'-6"

12'-0"

6'-6"

7'-0"

10'-0"

9'-0"

8 7/8"

8'-0"2'-6"1'-0"1'-0"

4'-0"

2" 3"

1'-0" 1'-0"

6 1/2"4"

9'-6"

5'-0"

6'-6"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

4"

1'-0"

1'-6"

6"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

10"

10'-0"

11'-0"

8"

4'-0"

3'-0"

2'-6"

5'-0"

14'-0" 15'-6"

15'-6"

13"11"

14'-6"

17"

10'-6"

11'-0"

12'-0"

11'-6"

15"

13'-6"

14'-6"

8'-0"

9'-0"

10'-0"

11'-0"

6'-6"

6'-0"

8'-0"

7'-0"

8 7/8"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0" 1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

1'-0"

3'-6"

4'-0"

4'-0"

5'-6"

2" 3" 6 1/2"4"

8'-0"

8'-6"

9'-0"

9'-6"

13"11"

DO NOT
cut holes in cantilever

reinforcement.

DO NOT
cut or notch flange.

Do not cut holes

larger than 1 1/2
" in

cantilever

11/2
" hole may be cut

anywhere in web out-

side hatched zone

D
2 2

6" 6"

6"

See Table B

See Table B Rectangular holes based on measurement of longest side.

For simple span (5' minimum) uniformly loaded joists meeting the requirements of current

Trus Joist product guides, one maximum size round hole may be located at the center of the

joist span provided no other holes occur in the joist.

Holes may be located vertically anywhere within the web. Leave 1/8" of web (minimum) at top and

bottom of hole.

Knockouts are located in web at approximately 12" on-center; they do not affect hole placement.

Distances are based on the maximum uniform loads shown in current red built product guides.

For other load conditions or hole configurations contact your red built representative.

Table B - Intermediate or Cantilever Support
Minimum distance from edge of hole to inside face of nearest

intermediate or cantilever support

Table A - End Support
Minimum distance from edge of hole to inside face of

nearest end support

16"

20"

18"

14"

DEPTH

18"

20"

16"

DEPTH

14"

1

NOTES:

1. NOTCH AND BORING NOT PERMITTED IN THE 
SAME SECTION OF STUD.

2. NO MORE THAN 2 SUCCESSIVE DOUBLE 
STUDS ARE PERMITTED TO HAVE 60% MAX 
BORED HOLES.

3. ALL NOTCHES IN EXTERIOR & BEARING 
STUDS BIGGER THAN 40% SHALL BE 
REPAIRED BY SIMPSON HSS, AND SS STUD 
SHOE.

4. ALL HOLES SHALL BE DRILLED WITH A HOLE 
SAW.

 NOTCH

40% MAX
STUD WIDTH

ALL STUDS

5/8" MIN, TYP
EDGE DISTANCE

NON-BEARING STUDS NOTCHES AND HOLES IN 
EXTERIOR & BEARING 

STUDS

60% MAX STUD 
WIDTH BORE

ALLOWABLE WIDTH OR DIAMETER OF NOTCH OR 
BORED

% OF STUD NOTCHED 
OR BORED

25%

40%

60%

7/8"

1 3/8"

2"

1 3/8"

2 1/8"

3 1/4"

2x4
2x6
2x8

CL WALL & HOLE

2x4

40% MAX STUD WIDTH 
BORE. (60% OF STUD 
WIDTH IS ALLOWED IF 
EACH BORED STUD IS 
DOUBLED. SEE NOTE 2 
BELOW) REPAIR 
HOLES BIGGER THAN 
40%  WITH SIMPSON 
HSS/SS.
2 3/4"ø MAX HOLE SIZE

CL WALL & HOLE

2x6

SS STUD 
SHOE

HSS 
STUD 
SHOE

40% MAX STUD WIDTH 
BORE. (60% OF STUD 
WIDTH IS ALLOWED IF 
EACH BORED STUD IS 
DOUBLED. SEE NOTE 2 
BELOW) REPAIR 
HOLES BIGGER THAN 
40%  WITH SIMPSON 
HSS/SS.
2"ø MAX HOLE SIZE

ALL STUDS

5/8" MIN 
TYP EDGE DISTANCE

1

CL CL

1
/3

 D
E

P
T

H

1
/3

 D
E

P
T

H

1
/3

 D
E

P
T

H

1/3 SPAN

ALLOWED HOLE ZONE

1/3 SPAN 1/3 SPAN

H
O

L
E

 Z
O

N
E

A
L

L
O

W
E

D

(MINIMUM)

3x Ø OF THE
LARGEST HOLE

NOTES:

1. THE ALLOWED HOLE ZONE IN THIS CHART IS SUITABLE FOR UNIFORMLY LOADED BEAMS 
    HOLES NOT ALLOWED IN BEAMS SUPPORTING OTHER BEAMS WITHOUT ENGINEER'S APPROVAL.
2. MAXIMUM HOLE SIZE IS 2" DIAMETER OR A HOLE DIAMETER EQUAL TO 1/6 THE BEAM DEPTH.
    WHICHEVER IS SMALLER.
3. RECTANGULAR HOLES ARE NOT ALLOWED.
4. HOLES IN CANTILEVERS OR MULTISPAN BEAMS SHALL NOT BE PERMITTED WITHOUT 
    ENGINEER'S APPROVAL. 

1. ALL SILL PLATES SHALL BE PRESSURE TREATED D.F. 
OR REDWOOD, SEE GENERAL NOTES.

2. WIDTH 'd' SHALL BE EQUAL TO DEPTH OF STUDS, U.N.O.
3. FOR ANCHOR BOLTS, SEE SHEARWALL ELEVATIONS AND 

SHEAR SCHEDULE ON              .
4. ANCHOR BOLTS AND PLATE WASHERS SHALL BE 

GALVANIZED, SEE GENERAL NOTES.
5. EACH SILL PIECE SHALL HAVE 2 BOLTS MINIMUM. LOCATE 

BOLTS CLEAR OF STUDS AND POSTS.
6. 'A' DIMENSION SHALL BE 5" MIMIMUM AND 9" MAXIMUM.
7. NO BORED HOLES OR NOTCHES PERMITTEN IN 4" 

SHEAR WALLS.
8. FOR NON SHEAR WALLS, SEE               .

A A A A
.

A

S
P

A
C

IN
G

T
Y

P
 A

.B
.

A
S

E
E

 N
O

T
E

 4
d

/2
 T

Y
P

A
A

A A

NOTCH

2'-0" MIN1'-0" MIN

NOTES:

1. HOLES AND SOLE SHALL BE MADE W/ HOLE SAW.
2. FOR BALANCE OF INFO SEE DETAIL               . 

/5 S-609

/1 S-606

/7 S-609

1

1

1

TYP DUCT AT NON-
BEARING WALLS ONLY.  
NOT PERMITTED IN 
BEARING WALLS

1. ALL SILL PLATES SHALL BE PRESSURE TREATED D.F. 
OR REDWOOD, SEE GENERAL NOTES.

2. WIDTH 'd' SHALL BE EQUAL TO DEPTH OF STUDS,  
U.N.O.

3. AT NON-BEARING WALLS, L.V.P SHALL BE 
0.177"Øx 3 1/4" HILTI 'X-U' AT 16"OC, TYP.  AT BEARING 
WALLS, ANCHOR BOLTS, SHALL BE 5/8" WITH 7" MIN 
EMBEDMENT AND SIMPSON BP PLATE WASHERS SPACED 
AT 4'-0" OC MAX, UNO.

4. FOR ANCHOR BOLTS AT SHEAR WALLS, SEE DETAIL 
5. L.V.P. AND ANCHOR BOLTS SHALL BE GALVANIZED OR 

STAINLESS STEEL, SEE GENERAL NOTES.
6. AT NON-BEARING WALLS EACH SILL PIECE SHALL HAVE 3 

L.V.P. MINIMUM. LOCATE L.V.P. CLEAR OF STUDS AND 
POSTS. AT BEARING WALLS EACH SILL PIECE SHALL HAVE 
2 BOLTS MINIMUM.  LOCATE BOLTS CLEAR OF STUDS 
AND POSTS.

7. 'A' DIMENSION SHALL BE 5" MIMIMUM AND 9" MAXIMUM.

A
A A A

MAX

6" MAX A

A

M
A

X

1
' -

 2
"

A

S
P

A
C

IN
G

T
Y

P
 A

.B
.

A

1
'-
6
" 

M
IN

2'-0" MIN1'-0" MIN

A A

NOTCH

NOTES:

1. HOLES AND SOLE SHALL BE MADE W/ HOLE SAW.
2. FOR BALANCE OF INFO SEE DETAIL               . 

/4 S-609

/8 S-609

1

STUDS, SEE 
PLAN & SCHEDULE

CL PIPE OR NOTCH

CONTINUOUS
2-2x TOP PLATES

NOTES:

1. HOLES AND SOLE SHALL BE MADE W/ HOLE SAW.
2. FOR BALANCE OF INFO SEE DETAIL                FOR NON-

SHEARWALLS AND                 FOR SHEAR WALLS.

BLKG EA SIDE OF PIPE, TYP

NAILING PER TYPICAL NAILING 
SCHEDULE AND WALL FRAMING 
DETAILS. 

CONTINUOUS 2x MIN SOLE PLATE 
WHERE OCCURS AT SHEAR WALLS 
SEE SHEAR WALL SCHEDULE

/8 S-609
/7 S-609

1

1

5 1/2"

N.P.2x4

2x6

SILL PL SIZE

TOP PL OR
A

2" 1 1/2"Ø

SCHEDULE

B C

2 1/2"

N.P.

D

TOP OR SOLE PL

SIMPSON CTS218 W/
(12) 10d EA END @ EA PL

NOTCHES MIN 6'-0" OC

N.P. N.P. N.P.

3 1/2"

1 C2

NOTES:

1.  HOLES SHALL BE MADE W/ HOLE SAW.

2.  SEE                FOR ELEVATION.

"C  " MAX WITHOUT STRAPS
"C  " MAX @ 4'-0" OC MIN W/
SIMPSON CTS218 W/ (12) 10d
EA END @ EA PL, BOTH SIDES

1
2

SECTION

PLYWOOD 
SHEATHING 
PER SHEAR 
WALL
SCHEDULE

CONT SOLE PL

STRAP AT PIPE
OR NOTCH

CONT DBL TOP PL

C1

"A" 1'-0" MIN 1'-0" MIN

"D
"

B

/6 S-609

1

5 1/2"

N.P.2x4

2x6

SILL PL SIZE

TOP PL OR A

2"

SCHEDULE

B C

2 1/2"

1 1/2"

D

DBL TOP OR SOLE PL

1 1/4" x 16 GA MIN LONG STRAP W/ 
(6)10d COMMON NAILS EA END @ EA 
PL

NOTCHES MIN 6'-0" OC

N.P. 1"Ø 1 1/2" Ø

3 1/2"Ø

1 C2

2"Ø

"C  " MAX WITHOUT STRAPS
"C  " MAX @ 3'-0" OC MIN
W/ 1 1/4" x 16 GA "E" MIN
LONG STRAPS W/ (6) 10d
EA END @ EA PL, BOTH SIDES

1
2

SECTION

21"

15"

E

NOTES:

1.  HOLES SHALL BE MADE W/ HOLE SAW.

2.  SEE                FOR ELEVATION.

PLYWOOD 
SHEATHING 
WHERE OCCURS

CONT SOLE PL

STRAP AT PIPE
OR NOTCH

CONT DBL TOP PL

C1

"A" 1'-0" MIN 1'-0" MIN

"D
"

B

/6 S-609

1

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-609

TYPICAL

WOOD

DETAILS

895.01

08/23/2023

SCALE :  3/4" = 1'-0"1
JOISTS - ALLOWABLE HOLES SCHEDULE

SCALE :  1" = 1'-0"2
HOLES OR NOTCHES IN STUDS

SCALE :  1" = 1'-0"3
HOLES OR NOTCHES - BEAMS

SCALE :  1" = 1'-0"4
SILL PLATE AT SHEAR WALL DETAIL

SCALE :  1" = 1'-0"5
SILL PLATE AT NON-SHEAR WALL DETAIL

SCALE :  1" = 1'-0"6
TOP PLATE STRAP AT PIPE OR NOTCH

SCALE :  1" = 1'-0"7

TYPICAL NOTCHING AND BORING OF TOP
OR SOLE PLATE AT SHEAR WALLS

SCALE :  1" = 1'-0"8

TYPICAL NOTCHING AND BORING OF TOP
OR SOLE PLATE AT NON-SHEAR WALLS

No. Description Date

1 PC1 12-15-2023
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HOLDOWN POST 
PER PLAN

FINISH PER ARCH

SHEATHING PER SHEAR 
WALL SCHEDULE, TYP

HOLDOWN PER PLAN

EN

HOLDOWN POST 
PER PLAN

SHEATHING PER SHEAR 
WALL SCHEDULE, TYP

HOLDOWN PER PLAN

EN

EN

HOLDOWN POST 
PER PLAN

FINISH PER ARCH

SHEATHING PER SHEAR 
WALL SCHEDULE, TYP.

HOLDOWN PER PLAN

HOLDOWN PER PLAN

SHEATHING PER SHEAR 
WALL SCHEDULE, TYP.

EN

HOLDOWN POST 
PER PLAN

FINISH PER ARCH

SHEATHING PER SHEAR 
WALL SCHEDULE, TYP

HOLDOWN PER PLAN

HOLDOWN PER PLAN

SHEATHING PER 
SHEAR WALL 
SCHEDULE, TYP

EN

EN

HOLDOWN POST 
PER PLAN

FINISH PER ARCH

SHEATHING PER SHEAR 
WALL SCHEDULE, TYP

HOLDOWN PER PLAN

SHEATHING PER 
SHEAR WALL 
SCHEDULE, TYP

EN

EN

HOLDOWN PER PLAN

EN

HOLDOWN POST 
PER PLAN

SHEATHING PER SHEAR 
WALL SCHEDULE, TYP

HOLDOWN PER PLANSHEATHING PER SHEAR 
WALL SCHEDULE, TYP

EN

HOLDOWN POST 
PER PLAN

SHEATHING PER SHEAR 
WALL SCHEDULE, TYP

HOLDOWN PER PLAN

EN

SHEATHING PER SHEAR 
WALL SCHEDULE, TYP

EN

16d @ 4" OC 
STAGG

EN PER SW 
SCHEDULE

POST PER 
PLAN

16d @ 4" OC 
STAGG

EN OR FN 
PER SW 
SCHEDULE

POST PER 
PLAN

16d @ 4" 
OC STAGG

16d @ 4" OC 
STAGG

EN PER SW 
SCHEDULE

16d @ 4" OC
STAGG W/ SHIM 
BETWN STUDS

16d @ 4" OC 
STAGG

EN PER SW 
SCHEDULE

POST PER 
PLAN

16d @ 6" 
OC STAGG

CORNER W/ POST INTERIOR W/ POST

CORNER W/O POST INTERIOR W/O POST

NOTES:

1. SEE PLAN FOR SHEAR WALL MARK AND SCHEDULE.
2. ALL STUDS SHALL BE 2x (WALL THICKNESS) UNO.
3. SEE HOLDOWN SCHEDULE                FOR ADDITIONAL INFO WHERE HOLDOWN SPECIFIED 

PER PLAN.

EN PER 
SW SCHED

EN SW PER 
SCHED

16d @ 4" OC 
STAGG

/2 S-607

NOTE:

EN AT EA STUD SHALL BE THE SECIFIED EDGE NAILING PER SHEAR WALL SCHED MULTIPLIED 
BY TOTAL NUMBER OF STUD (COMP POST) PER SHEAR WALL ELEVATION. THE MAX EN 
SPACING AT EA STUD SHALL NOT BE GREATER THAN 12" OC.

E
A

 S
T

U
D

, 
T

Y
P

1
2

" 
M

A
X

 A
T

3 OR MORE COMP POSTS 
ON EITHER SIDE OF THE 

STRONG ROD

2 OR LESS COMP POSTS 
ON EITHER SIDE OF THE 

STRONG ROD

E
A

 S
T

U
D

, 
T

Y
P

1
2

" 
M

A
X

 A
T

TIE DOWN 
ROD

COMPRESSION 
MEMBER PER 
ELEVATIONS

M
A

X

H
 =

 6
' -

 0
"

MAX

W = 7' - 0"

4x4 SILL PLATE

HEADER

STRAP

4x4 BLOCK 
TYPICAL

CMST 12 x 8'-0" WHERE W=7'-0" MAX
(MST72 x 6'-8" WHERE W = 3'-0" MAX) 
AT EACH CORNER, WITH A 
FASTENER TO DEVELOPE FULL 
CAPACITY PER MNFR'S CATALOG

5A

S-610

5B

S-610

5C

S-610

NOTE:

EDGE NAIL ALL AROUND 
OPENING AND TO BLOCKS.

2

2

2

4x4 BLOCK

EDGE NAIL

STRAP

4x4 BLOCK

EDGE NAIL

STRAP

EDGE NAIL, FULL 
HEIGHT OF STUD

FULL HEIGHT 
STUD

FINISH PER ARCH'L

HOLDOWN 
POST PER PLAN

HOLDOWN 
PER PLAN

SHT'G PER 
SWS, TYP

PROVIDE STUDS 
AS REQ'D FOR 
FINISH ATTACH

EN

NOTE:

WHERE TWO SHEAR WALLS W/DIFFERENT EN 
INTERSECT, THIS EN SHALL BE AT THE CLOSER 
SPACING OF THE TWO EDGE NAIL REQUIREMENTS.

EN EN

FINISH PER ARCH'L

HOLDOWN 
POST PER PLAN

HOLDOWN 
PER PLAN

SHT'G PER 
SWS, TYP

3x NAILER 
W/ 5/8"Ø THRU 
BOLTS @ 8" OC

EN

HOLDOWN 
PER PLAN

EN

HOLDOWN POST PER 
PLAN MIN DEPTH
OF WALL x MIN DEPTH OF 
PERP WALL + (1) 3/4"

FINISH 
PER ARCH'L

EN

SHT'G PER 
SWS, TYP

HOLDOWN 
POST PER PLAN

HOLDOWN 
PER PLAN

FINISH PER
ARCH'L

EN
HOLDOWN 
POST PER PLAN

HOLDOWN 
PER PLAN

SHT'G PER 
SWS, TYP

EN

SHT'G PER 
SWS, TYP

HOLDOWN 
POST PER PLAN

HOLDOWN 
PER PLAN

EN

WOOD FILLER W/ 3/4"Ø 
MB @ 24" OC TYP 
WHERE SHTG IS 
DISCONTINUOS AT 
INTERSECTING WALL

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SANTA
BARBARA

PROBATION
HEADQUARTERS

COUNTY OF

SANTA

BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-610

TYPICAL

WOOD

DETAILS

895.01

08/23/2023

SCALE :  1" = 1'-0"1
SHEAR WALL END CASES

1A
CASE 1

1B
CASE 2

1C
CASE 3

1D
CASE 4

1E
CASE 5

1F
CASE 6

1G
CASE 7

SCALE :  1" = 1'-0"2

SHEAR WALL FRAMING AT
INTERSECTION

SCALE :  1" = 1'-0"4
SHEAR WALL EDGE NAILING AT 2x POSTS

SCALE :  1" = 1'-0"5

STRAPS AT CORNER OF SHEAR
WALL OPENINGS

5A
SECTION

5B
SECTION

5C
PLAN DETAIL

SCALE :  1" = 1'-0"3

SHEAR WALL HOLDDOWN AT
INTERSECTIONS

1

1

1

1

1

No. Description Date

1 PC1 12-15-2023

2 PC2 01-26-2024
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EDGE NAILING 
(EN)

2x TRIMMER DAP 
BOLT HEAD IN 2x AS 
REQ'D

"A" (BOLTS OR 
SIMPSON
SDS WOOD SCREWS)

SQUASH BLOCK
PER TYP DETAIL

FRAMING WHERE
OCCURS

STD PL. WASHERS
@ BOLTS, TYP

HOLDOWN POST
PER PLAN, TYP.

2x STUDS UNO

HOLDOWN TOP &
BOTT PER PLAN

SHTG
PER PLAN

SILL PL. &
ATTACH PER SWS

BLKG PER
SECTIONS

SIMPSON A35
PER SHEAR
WALL SCHEDULE

SOLID SAWN OR TJI
JOIST PER PLAN

2-2x  TOP PL

THREADED ROD "R"
PER HOLDOWN 
SCHED

STUD WALL
PER PLAN

M
IN

1
/2

" 
C

L
R

SHTG PER 
SWS, TYP

EDGE NAILING

2x TRIMMER DAP 
BOLT HEAD IN 2x AS 
REQ'D

"A" (BOLTS OR 
SIMPSON
SDS WOOD SCREWS)

SQUASH BLOCK
PER TYP DETAIL

FRAMING WHERE
OCCURS

HSS
PER PLAN, TYP

2x STUDS UNO

HOLDOWN TOP &
BOTT PER PLAN

SHTG
PER PLAN

SILL PL. &
ATTACH PER SWS

BLKG PER
SECTIONS

SIMPSON A35
PER SHEAR
WALL SCHEDULE

SOLID SAWN OR TJI
JOIST PER PLAN

2-2x  TOP PL

THREADED ROD "R"
PER HOLDOWN 
SCHED

STUD WALL
PER PLAN

M
IN

1
/2

" 
C

L
R

SHEATHING 
PER SWS, TYP

EN TO NAILER

SQUASH BLOCK
PER, TYP DETAIL

FRAMING WHERE
OCCURS

HSS
PER PLAN, TYP

2x STUDS UNO

SHTG
PER PLAN

SILL PL &
ATTACH PER SWS

BLKG PER
SECTIONS

SIMPSON A35
PER SHEAR
WALL SCHEDULE

SOLID SAWN OR TJI
JOIST PER PLAN

2-2x  TOP PL

THREADED ROD "R"
PER HOLDOWN 
SCHED

STUD WALL
PER PLAN

SHEATHING 
PER SWS, TYP

EN TO NAILER

PLATE, ANGLE, AND 
WELD PER DETAIL 
             , TYP/4 S-611

STRAP ID

T1

T2

T3

T4

T5

SIMPSON STRONG-TIE STRAP

CMST12

CMST14

CMSTC16

CS14

CS16

GA

12

14

16

14

16

MIN END LENGTH (IN)

39

30

20

16

13

MIN TOTAL LENGTH 
UNO ON PLAN (IN)

96

80

48

48

32

ALLOWABLE LOAD (LBS)

9,215

6,475

4,690

2,490

1,705

T6 MST72 10 36 80 6,730

NOTE:

NAILS TO BE PROVIDED AT ALL STRAP HOLES.
SEE DETAILS ON FOR TYPICAL DRAG DETAILS S-615

2 HEAVY SQUARE HEAD "R" 
PER HOLDOWN SCHED
W/ 1 1/2" THICK 5" SQ WASHER

3/8" BENT PL
WIDTH TO MATCH HSS WIDTH 
FOR 3x HSS, SEE NOTE

EN TO NAILER

HSS
PER PLAN, TYP

PT CONCRETE SLAB

1/4

4"

1
' -

 0
"

L

1/2" BASE PL WITH 
WIDTH TO MATCH SILL 
PLATE WIDTH

(1/8)

(1/8)

3/8" STIFFENER PL
FOR 3x HSS, SEE NOTE

NOTE:
AT 3x HSS, 1" BENT PLA REQUIRED AND 
STIFFENER PL MAY BE OMMITED.

ELEVATION B

L (IN)

14"

20"

16"

WALL

8x

6x

4x
2

"

(2) 2x TOP PL

E
Q

E
Q

MST60 TIE STRAP
EA SIDE

CONT RIM

2x SILL STRAP & RIM 
SPLICE

NOTE:

NO SPLICE IS ALLOWED AT OPENINGS OR AT
HOLDOWNS FROM SHEAR WALL ABOVE.

(2) SIMPSON SDS EA SIDE OF 
POST (4 TOTAL)

ELEVATION A

SILL PL & ATTACH PER 
SWS OR PER PLAN

HOLDOWN 
PER PLAN

HOLDOWN POST 
PER PLAN, TYP

BEAM OR FLUSH 
HEADER PER PLAN

COL CAP 
PER SCHEDULE

POST PER PLAN

4" MIN

5/8"x3 1/2"x5" 
PLATE WASHER

END OF BEAM 
WHERE OCCURS

(2) 2x CONT TOP PL 
WHERE OCCURS

HOLDOWN TO MATCH 
ADJACENT HOLDOWN 
ABOVE

STUD WALL 
PER PLAN, TYP

NOTE:

FOR BALANCE OF INFO SEE, TYP 
SHEAR WALL SCHEDULE & DETAILS.

OFFSET

POST PER PLAN

(2) 2x CONT TOP 
PLATE WHERE OCCURS

BEAM OR FLUSH 
HEADER PER PLAN

SILL PL & ATTACH PER 
SWS OR PER PLAN

HOLDOWN POST 
PER PLAN, TYP

SHT'G PER PLAN

HOLDOWN TO MATCH 
ADJACENT HOLDOWN 
ABOVE

NOTE:

FOR BALANCE OF INFO SEE, TYP 
SHEAR WALL SCHEDULE & DETAILS.

OFFSET

POST PER 
PLAN

ECCLLQ OR 
ECCLRQ PER PLAN 
AND PER POST 
CAP SCHEDULE

BEAM PER PLAN

HOLDDOWN T&B 
PER PLAN AND 
PER SCHEDULE

WHERE HOLDDOWN 
ANCHOR BOLT IS IN 
CONFLICT WITH THE POST 
CAP, PROVIDE 6x NAILER 
W/  3/4"Ø BOLTS @ 6" OC

BEAM PER PLAN

HOLDDOWN T&B 
PER PLAN AND 
PER SCHEDULE

WHERE HOLDDOWN 
ANCHOR BOLT IS IN 
CONFLICT WITH THE POST 
CAP, PROVIDE 6x NAILER 
W/  3/4"Ø BOLTS @ 6" OC

POST PER PLAN

ECCLLQ OR 
ECCLRQ PER PLAN 
AND PER POST CAP 
SCHEDULE

SHEATHING PER 
PLAN WHERE 
OCCURS

PLAN VIEW
A

A

HSS BELOW PER PLAN

HSS POST 
PER PLAN

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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GARDEN STREET

S-611

TYPICAL

WOOD

DETAILS

895.01

08/23/2023

SCALE :  1" = 1'-0"1
DETAIL

SCALE :  1" = 1'-0"2
DETAIL

SCALE :  1" = 1'-0"3
DETAIL

SCALE :  1" = 1'-0"5
DRAG STRAP SCHEDULE

SCALE :  1" = 1'-0"4
DETAIL

SCALE :  1" = 1'-0"7
RIM SPLICE

SCALE :  1" = 1'-0"8
HOLDDOWN OFFSET

8B
HOLDDOWN OFFSET MORE THAN 3.5 INCHES

8A
HOLDDOWN OFFSET MORE THAN 3.5 INCHES

SCALE :  1" = 1'-0"9
DETAIL

1

1

No. Description Date

1 PC1 12-15-2023

2 PC2 01-26-2024
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PLYWOOD 
SHEATHING TYPE 
A PER SCHEDULE

JOIST PER PLAN OR J4 
MIN PER SCHEDULE

BN

BN

1 3/4"x LVL RIM 
BOARD W/ A35 
@ 16" OC MIN, 
TYP SEE 
SHEARWALL 
SCHED AT 
SHEAR WALL

EN

PLYWOOD 
SHEATHING 
SEE PLAN & 
SCHEDULE

CONT (2) 
2x TOP PL 

STUD WALL 
PER PLAN

BEAM PER PLAN

JOIST PER PLAN

PLYWOOD SHEATHING 
PER PLAN & SCHEDULE

DBL SILL PL PER 
SCHEDULE

STUD WALL 
PER PLAN

EN

2x LEDGER TO MATCH 
JOIST DEPTH (MIN 2x10) 
W/ (2) SIMPSON SDS 25412 
TO EA STUDS

BN

1

BN

BLK'G

EN

EN

2

BEAM PER PLAN

JOIST PER PLAN

PLYWOOD SHEATHING 
PER PLAN & SCHEDULE

DBL SILL PL PER 
SCHEDULE

STUD WALL 
PER PLAN

EN

PLYWOOD SHEATHING 
PER PLAN & SCHEDULE

PLYWOOD SHEATHING 
TYPE A PER SCHEDULE

BN

3-1/2" LVL LEDGER W/ (2) 3/4"Ø 
W/ WASHER @ 8" OC

JOIST PER PLAN W/ 
HANGER PER SCHEDULE 

3
" 

M
A

X
P

E
R

 A
R

C
H

2

PLYWOOD SHEATHING 
SEE PLAN & SCHEDULE

PLYWOOD SHEATHING 
PER PLAN AND SCHEDULE

PLYWOOD SHEATHING 
PER PLAN & SCHEDULE

DBL SILL PL PER 
SCHEDULE

STUD WALL 
PER PLAN

BN

EN

3
" 

M
A

X
P

E
R

 A
R

C
H

JOIST PER PLAN

3 1/2"x LVL DEPTH TO 
MATCH JOIST 
W/ 3-1/2" LVL 
LEDGER W/ (2) 3/4"Ø 
W/ WASHER @ 8" OC

I JOIST BLKG @ 
4'-0" OC
PER     , TYP

BEAM PER PLAN

/10 S-604

2

DBL SILL PL PER SCHEDULE

STUD WALL PER PLAN

PLYWOOD SHEATHING 
SEE PLAN & SCHEDULE

JOIST PER PLAN

PLYWOOD SHEATHING 
PER PLAN AND 
SCHEDULE

EN

BN

BEAM PER PLAN

BLK'G @ 48" OC 
PER , TYP/10 S-604 2

DBL SILL PL PER SCHEDULE

JOIST PER PLAN

PLYWOOD 
SHEATHING PER 
PLAN & SCHEDULE

PLYWOOD SHEATHING 
PER PLAN & SCHEDULE

STUD WALL PER PLAN

EN

BN

BEAM PER PLAN

STUDS, SEE PLAN

A35 PER SHEAR WALL SCHEDULE

BN

EDGE NAIL
1 3/4" LSL BLOCKING, TYPICAL

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

GYPCRETE OVER PLYWOOD
SHEATHING & I JOISTS
SEE PLAN

CONTINUOUS (2) 2x TOP PLATES

BN

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE

EN

GYPCRETE OVER PLYWOOD
SHEATHING & I JOISTS
SEE PLAN

I JOIST BLKG AT 48" OC
PER , TYP

CONT 1 3/4" LVL

STUDS, SEE PLAN

CONTINUOUS (2) 2x TOP PLATES

EN
A35 PER SHEAR WALL 
SCHEDULE

/10 S-604
2

DBL SILL PL 
PER SCHEDULE

6
" 

M
A

X
P

E
R

 A
R

C
H

STUD WALL PER PLAN

PLYWOOD SHEATHING 
SEE PLAN & SCHEDULE

JOIST PER PLAN

BEAM PER PLAN

PLYWOOD SHEATHING 
PER PLAN AND SCHEDULE

BN

EN

WOOD NAILER, WIDTH TO MATCH 
THE BEAM BELOW, DEPTH TO 
MATCH THE STEP W/ SIMPSON 
SDS25600 @ 4" OC, OR MATCH SILL 
ATTACHMENT AT SHEAR WALL

PLYWOOD SHEATHING 
PER PLAN AND SCHEDULE

JOIST PER PLAN

BN

BN

2

3-1/2" LVL LEDGER W/ (2) 
3/4"Ø W/ WASHER @ 8" OC

PLYWOOD SHEATHING 
SEE PLAN & SCHEDULE

EN

EN

PLYWOOD SHEATHING 
SEE PLAN & SCHEDULE

STUD WALL PER PLAN

CONT (2) 2x TOP PL 

BEAM PER PLAN OR MIN 
7"x20" LVL RIM BOARD AT 
STAIR OPENING W/ 
ECCLQ AT EA END

SHIM AS REQUIRED 
MAX 3/4" THK

PLYWOOD SHEATHING AND 
WOOD FRAMING BEYOND

DBL SILL PL PER SCHEDULE

STUD WALL PER PLAN

2

BN

BN

EN

BN

PLYWOOD SHEATHING 
PER PLAN & SCHEDULE

PLYWOOD SHEATHING PER 
TYPE A PER SCHEDULE

PLYWOOD SHEATHING 
PER PLAN & SCHEDULE

JOIST PER PLAN

2x RIM BLK'G W/ A35 
@ 16"OC MIN, TYP SEE 
SHEARWALL SCHED AT 
SHEAR WALL

STUD WALL 
PER PLAN
DBL SILL PL PER 
SCHEDULE

BEAM PER PLAN

INFO NOT SHOWN 
PER /12 S-612

PLYWOOD SHEATHING
SEE PLAN & SCHEDULE SIMPSON HGLTV 

HANGER, TYP (SLOPED)

RIDGE BEAM 
PER PLAN

GLB PER PLAN

BN

JOIST 
PER PLAN

JOIST PER PLAN

GLB PER PLAN

CMST14x72" CENTER 
ON RIDGE BM AT GLB

1

JOIST PER PLAN

PLYWOOD SHEATHING 
TYPE A PER SCHEDULE

BN

EN

BN

GLB PER PLAN

2x RIM BLK'G W/ A35 
MIN 16"OC OR PER 
SHEAR WALL SCHED 
AT SHEAR WALL

CONT (2) 2x TOP PL BEYOND 

STUD WALL BEYOND 
PER PLAN

PLYWOOD SHEATHING 
PER PLAN & SCHEDULE

MAX 10'-0"

OVERHANG PER ARCH
SIMPSON H6 EA 
SIDE OF GLB

SHIM

LTP4 AT MIN 16" OC OR 
PER SHEAR WALL 
SCHED AT SHEAR WALL

BEAM PER PLAN

1

1

1

POST PER PLAN WHERE 
OCCURS W/ POST CAP 
PER SCHEDULE.2

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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08/23/2023
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Checker

SCALE :  1" = 1'-0"1
DETAIL

SCALE :  1" = 1'-0"2
DETAIL

SCALE :  1" = 1'-0"3
DETAIL

SCALE :  1" = 1'-0"4
DETAIL

SCALE :  1" = 1'-0"5
DETAIL

SCALE :  1" = 1'-0"6
DETAIL

SCALE :  1" = 1'-0"7
DETAIL

SCALE :  1" = 1'-0"8
DETAIL

SCALE :  1" = 1'-0"9
DETAIL

SCALE :  1" = 1'-0"10
DETAIL
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DBL SILL PL 
PER SCHEDULE

JOIST 
PER PLAN

STUD WALL PER PLAN

WOOD NAILER, WIDTH TO 
MATCH THE BEAM BELOW, 
DEPTH TO MATCH THE STEP 
W/ SIMPSON SDS25600 @ 4" OC, 
OR MATCH SILL ATTACHMENT 
AT SHEAR WALL

PLYWOOD SHEATHING 
SEE PLAN & SCHEDULE

DROPPED BEAM 
PER PLAN

JOIST 
PER PLAN

6
" 

M
A

X
P

E
R

 A
R

C
H

PLYWOOD SHEATHING 
PER PLAN AND SCHEDULE

JOIST 
PER PLAN

EN

PLYWOOD SHEATHING 
PER PLAN AND SCHEDULE

EN

BEAM PER PLAN

BN

BN

2x LEDGER TO MATCH JOIST
DEPTH (MIN 2x10) W/ (2) SIMPSON 
SDS 25412 TO EA STUDS

BN

1
BLK'G

4x6 BLK'G W/ SIMPSON 
SDS25600 @ 4"OC, TYP
((2) SDS25600 @ 4" OC 
FOR DIAPHRAGM TYPE E)

BLK'G @ 48" OC 
W/ 10d @ 4"OC 
AT TOP

1

1
1

2X RIM 
BLK'G W/ 
LTP4 16"OC

2

JOIST PER PLAN

BEAM PER PLAN

PLYWOOD SHEATHING 
PER PLAN & SCHEDULE

DBL SILL PL PER 
SCHEDULE

BN

STUD WALL 
PER PLAN

PLYWOOD SHEATHING 
PER PLAN AND SCHEDULE

BN

EN

PLYWOOD SHEATHING 
PER PLAN & SCHEDULE

JOIST PER 
PLAN (SLOPED)

2x DEPTH TO MATCH 
ADJACENT JOIST W/ (2) 
SIMPSON SDS 25412 
@ 16" OC TO EA STUD

BLK'G

1

1

STUD WALL PER PLAN

CONT (2) 2x TOP PL

BLK'G PER       
@ 4'-0" OC

1 3/4" x LVL RIM 
BOARD W/ A35 PER 
SHEAR WALL 
SCHEDULE

/5 S-604

BEAM PER PLAN

JOIST PER PLAN

PLYWOOD SHEATHING 
PER PLAN AND PER 
SCHEDULE

DBL SILL PL PER 
SCHEDULE

STUD WALL 
PER PLAN

CONT (2) 2x 
TOP PL

EN

PLYWOOD 
SHEATHING 
SEE PLAN & 
SCHEDULE

EN

EN

BN

1-3/4" LVL RIM 
BLK'G W/ A35 PER 
SHEAR WALL 
SCHEDULE

EN

EN

JOIST PER PLAN

PLYWOOD 
SHEATHING SEE 
PLAN & SCHEDULE

BN

BN

PLYWOOD SHEATHING PER 
PLAN AND PER SCHEDULE

EN

1

BN

EN

PLYWOOD 
SHEATHING PER 
PLAN AND 
SCHEDULE

1 3/4" LVL RIM BLK'G 
W/ A35 PER SHEAR 
WALL SCHEDULE

CONT (2) 2x TOP PL

STUD WALL PER PLAN

JOIST PER PLAN

PLYWOOD SHEATHING 
PER PLAN AND PER 
SCHEDULE

STUD WALL PER PLAN

PLYWOOD SHEATHING 
PER PLAN AND SCHEDULE

EN

DBL SILL PL PER SCHEDULE

1 3/4" LVL RIM BOARD W/ A35 
PER SHEAR WALL SCHEDULE

PLYWOOD SHEATHING 
SEE PLAN & SCHEDULE

BN

JOIST PER PLAN

CONT (2) 2x TOP PL

STUD WALL PER PLAN

EN

BN

2x LEDGER TO MATCH JOIST
DEPTH (MIN 2x10) W/ (2) SIMPSON 
SDS 25412 TO EA STUDS

1

BLKG

EN

1

DBL SILL PL PER SCHEDULE

STUD WALL PER PLAN

PLYWOOD SHEATHING 
SEE PLAN & SCHEDULE

PLYWOOD 
SHEATHING PER 
PLAN AND SCHEDULE

EN

6
" 

M
A

X
P

E
R

 A
R

C
H

BN

PLYWOOD SHEATHING 
PER PLAN AND SCHEDULE

BEAM PER PLAN

JOIST 
PER PLAN

JOIST 
PER PLAN

BLK'G @ 48" OC 
W/ 10d @ 4"OC 
AT TOP

BLK'G @ 48" OC 
W/ 10d @ 4"OC AT TOP

NOTE:

INFO NOT SHOWN PER               ./8 S-612

1

1

DBL BN, TYP

SHEAR WALL 
PER PLAN 

DIAPH BLKG AT 
PLYWD EDGES, TYP

WD DRAG BM 
PER PLAN 

M
A

X
 4

" 

S
T

E
P

 P
E

R
 A

R
C

H

HANGER ANS 
SHOWN PER PLAN 

3-1/2" CONT. LVL DEPTH TO 
MATCH JOIST W/ (2) 3/4"Ø @ 
8" OC ALONG THE STEP 

BEAM OVER THE 
WALL PER PLAN

JOIST PER PLAN 

STUD WALL 
PER PLAN 

CONTINUOUS TOP 
PLATES, DO NOT 
SPLICE AT THE STEP

BEAM OVER THE 
WALL PER PLAN

LTP4 OR A35 SPACING 
PER SHEAR WALL 
SCHEDULE

BEAM PER PLAN

STUD WALL 
WHERE OCCURS 
PER PLAN

BN

M
A

X
 4

" 

S
T

E
P

 P
E

R
 A

R
C

H

HANGER ANS 
SHOWN PER PLAN 

3-1/2" CONT. LVL DEPTH TO 
MATCH JOIST W/ (2) 3/4"Ø @ 
8" OC ALONG THE STEP 

BEAM OVER THE 
WALL PER PLAN

STUD WALL 
PER PLAN 

CONTINUOUS TOP 
PLATES, DO NOT 
SPLICE AT THE STEP

BEAM OVER THE 
WALL PER PLAN

LTP4 OR A35 SPACING 
PER SHEAR WALL 
SCHEDULE

BEAM PER PLAN

STUD WALL 
WHERE OCCURS 
PER PLAN

BN

HDU 4 EACH SIDE OF THE 
BM W/ 5/8"Ø ROD
OFFSET HDU AS 
RECOMMENDED PER MNFR

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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3
'-
6

" 
M

A
X

 P
E

R
 A

R
C

H
'L

EN

SHT'G PER PLAN

4x6 @ 4'-0" OC & 2x6 @ 16" OC AT 
ALL OTHER PARAPET STUDS

1 1/2" RIM JOIST W/ A35 
PER SWS WHERE 
OCCURS OR PER PLAN

EN

SHT'G PER SWS WHERE 
OCCURS OR PER PLAN

2-2x CONT TOP PLATE

EN AS REQ'D

SHT'G AS REQ'D

CS1 EA, SIDE @ 32" OC CUT
SLIT OPENING IN SHT'G W/
1/4" MAX OVERCUT FOR STRAP AS 
REQ'D

SILL PL & ATTACHMENT 
PER PLAN

EN AS REQ'D

SHT'G PER PLAN

JOIST PER PLAN

2-2x CONT, TOP PLATE

STUD WALL PER PLAN

P
E

R
 S

C
H

E
D

, 
T

Y
P

S
T

R
A

P
 L

E
N

G
T

H

EN

EN

CMU WALL
PER PLAN

SIMPSON APVB

4x10

4x6

4x8

SIMPSON APA4
EA SIDE

DOUBLE TIE STRAPSINGLE TIE STRAP

TIE STRAP 
SEE PLAN & SCHED

GYPCRETE NOT SHOWN 
FOR CLARITY

BEAM PER PLAN

DOUBLE STRAP 
SEE PLAN & SCHED

GYPCRETE NOT SHOWN 
FOR CLARITY

BEAM PER PLAN
MIN 7" WIDE

2

TIE STRAP
SEE PLAN & SCHED

CL STRAP & BLKG

JOIST BEYOND

3 1/2"x LVL BLKG SEE 
PLAN

GYPCRETE NOT
SHOWN FOR CLARITY

2

CONT RIM SIZE 
VARIES SEE 
PLAN

JOIST OR BLKG 
SEE PLAN

CONT 2-2x TOP 
PLATES

STUD, SEE PLAN

CMST TIE STRAP 
SEE PLAN & SCHED

FRAMING WHERE 
OCCURS

AT 1-1/2" RIM, ADD 
1-1/2"X5-1/2" LVL BTWN 
JOIST OR BLKG FULL 
LENGTH AT STRAP w/ 
2-16d AT 8"o.c.

AT 2x RIM, ADD A35 CLIP AT 
6"o.c. OR SPACING PER SHEAR 
WALL SCHEDULE FULL 
LENGTH OF STRAP

AT FULL WIDTH RIM ADD LTP4 AT 
6"o.c. OR SPACING PER SHEAR 
WALL SCHEDULE FULL LENGTH 
OF STRAP

CONTIN RIM 
SIZE VARIES
SEE PLAN

JOIST OR BLKG SEE PLAN

FRAMING WHERE 
OCCURS

STUD, SEE PLAN

CONT 2-2x TOP 
PLATES

A35 CLIP ADDED AT 6"o.c.
OR SPACING PER SHEAR 
WALL SCHEDULE FULL 
LENGTH OF STRAP

CS TIE STRAP 
SEE PLAN & 
SCHED

STUD & GYPCRETE NOT 
SHOWN FOR CLARITY

CS TIE STRAPCMST TIE STRAP

STUD & GYPCRETE 
NOT SHOWN FOR 
CLARITY

2

2

2

BLKG SIZE 
VARIES 
SEE PLAN

JOIST, SEE PLAN

CS TIE STRAP

CMST TIE STRAP

AT 2x BLKG, ADD A35 CLIP AT 
6"o.c. OR SPACING PER SHEAR 
WALL SCHEDULE FULL LENGTH 
OF STRAP

AT FULL WIDTH BLKG ADD 
LTP4 AT 6"o.c. OR SPACING 
PER SHEAR WALL SCHEDULE 
FULL LENGTH OF STRAP

AT 1-1/2" BLKG, ADD 
1-1/2"X5-1/2" LVL BTWN 
JOIST FULL LENGTH AT 
STRAP w/ 2-16d AT 8"o.c.

CMST TIE STRAP 
SEE PLAN & 
SCHED

STUD, SEE PLAN

CONT 2-2x 
TOP PLATES

FRAMING 
WHERE 
OCCURS

STUD & GYPCRETE 
NOT SHOWN FOR 
CLARITY

CS TIE STRAP 
SEE PLAN & 
SCHED

FRAMING 
WHERE 
OCCURS

CONT 2-2x 
TOP PLATES

BLKG SIZE VARIES 
SEE PLAN

AT FULL WIDTH BLKG ADD 
LTP4 AT 6"o.c. OR SPACING 
PER SHEAR WALL SCHEDULE 
FULL LENGTH OF STRAP

AT 2x BLKG, ADD A35 CLIP 
AT 6"o.c. OR SPACING PER 
SHEAR WALL SCHEDULE 
FULL LENGTH OF STRAP

JOIST, SEE PLAN

STUD & GYPCRETE 
NOT SHOWN FOR 
CLARITY

STUD, SEE PLAN

2

2

2
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SCALE :  1" = 1'-0"1
DETAIL

SCALE :  1 1/2" = 1'-0"2
DETAIL

SCALE :  1" = 1'-0"3
SECTION - TIE AT BEAM

SCALE :  1" = 1'-0"4
SECTION - TIE AT BLOCKING

SCALE :  1" = 1'-0"5
DETAIL - RIM

SCALE :  1" = 1'-0"6
DETAIL - RIM BLOCKING
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AT RIMAT RIM
BLKG

GYPCRETE NOT SHOWN
FOR CLARITY

TIE JOIST OR BEAM
SEE PLAN

STUD WALL
SEE PLAN

CONT RIM OR
RIM BLKG
SEE PLAN

STUD WALL
SEE PLAN

SEE SCHED

MIN END LENGTH

SEE SCHED

MIN END LENGTH

WHERE TWO STRAPS ARE 
REQUIRED PER PLAN, ADD 
STRAP ON TOP SIDE BY SIDE 

OR

ONE AT THE TOP AND ONE AT 
THE BOTTOM

3

S-608

5

S-614

6

S-614

TIE JOIST 
OR BEAM
SEE PLAN

STUD WALL
SEE PLAN

TIE JOIST 
OR BEAM
SEE PLAN

CONT RIM

GYPCRETE
NOT SHOWN
FOR CLARITY

TIE STRAP
SEE PLAN &
SCHED

SEE SCHED

MIN END LENGTH

SEE SCHED

MIN END LENGTH

WHERE TWO STRAPS ARE 
REQUIRED PER PLAN, ADD 
STRAP ON TOP SIDE BY SIDE 

OR

ONE AT THE TOP AND ONE AT 
THE BOTTOM

3

S-608

3

S-608

TIE JOIST
SEE PLAN

STUD WALL
SEE PLAN

CONT RIM

GYPCRETE
NOT SHOWN
FOR CLARITY

TIE STRAP
SEE PLAN &
SCHED

FULL DEPTH 
BLKG
SEE PLAN

JOIST
SEE PLAN

FLAT BLKG
AT STRAP

SEE SCHED

MIN END LENGTH

SEE SCHED

MIN END LENGTH

3

S-608

3

S-608
4

S-614

GYPCRETE NOT 
SHOWN FOR 
CLARITY

TIE BEAM 
SEE PLAN

TIE STRAP 
SEE PLAN & 
SCHED

STUD WALL 
SEE PLAN

AT RIM 
BLKG

AT RIM

CONT RIM OR RIM 
BLKG SEE PLAN

SEE SCHEDULE

MIN END LENGTH

SEE SCHEDULE

MIN END LENGTH

3

S-614

5

S-614

5

S-614

STUD WALL
SEE PLAN

JOIST
SEE PLAN

AT JOIST

AT FLAT

BLKG

AT BLKG

AT JOISTTIE JOIST OR FLAT
BLKG AT STRAP

AT FLAT

AT JOIST

BLKG

TIE JOIST OR BEAM
SEE PLAN OR FLAT 
BLKG AT STRAP

TIE JOIST OR FULL 
DEPTH BLKG
SEE PLAN

TIE STRAP
SEE PLAN & SCHED

GYPCRETE NOT
SHOWN FOR CLARITY

TIE JOIST OR FULL 
DEPTH BLKG
SEE PLAN

SEE SCHEDULE

MIN END LENGTH

SEE SCHEDULE

MIN END LENGTH

3

S-608

3

S-614

3

S-614

4

S-614

3

S-614

3

S-608

FLAT BLKG 
AT STRAP

STUD WALL 
SEE PLAN

JOIST SEE PLAN

FULL DEPTH 
BLKG SEE 
PLAN

AT RIMAT RIM 
BLKG

CONT RIM OR RIM 
BLKG SEE PLAN

TIE STRAP 
SEE PLAN & 
SCHED

GYPCRETE NOT 
SHOWN FOR CLARITY

SEE SCHEDULE

MIN END LENGTH

SEE SCHEDULE

MIN END LENGTH

3

S-608

4

S-614

5

S-614

6

S-614

SEE SCHEDSEE SCHED

TIE JOIST 
SEE PLAN

TIE JOIST 
OR BEAM
SEE PLAN

BEAM PER PLAN
SIM AT STEEL BEAM

TIE STRAP SEE PLAN 
& SCHED

WHERE TWO STRAPS ARE 
REQUIRED PER PLAN, ADD 
STRAP ON TOP SIDE BY SIDE 

OR

ONE AT THE TOP AND ONE AT 
THE BOTTOM
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Author
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SCALE :  1" = 1'-0"6
TIE DETAIL

SCALE :  1" = 1'-0"7
TIE DETAIL

SCALE :  1" = 1'-0"5
TIE DETAIL

SCALE :  1" = 1'-0"1
TIE DETAIL

SCALE :  1" = 1'-0"2
TIE DETAIL

SCALE :  1" = 1'-0"3
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NOTE:
WOOD SHALL BE GRADE #1 DOUGLAS FIR-LARCH OR 
OF EQUIVALENT OR STRONGER PROPERTIES.

NOTES:

1. WOOD SHALL BE GRADE #1 DOUGLAS FIR-LARCH OR 
OF EQUIVALENT OR STRONGER PROPERTIES.

2. SIMPSON MPB66Z SHALL BE INSTALLED BEFORE CONCRETE IS HARDENED.

VERIFY EDGE MEMBER 
LOCATION W/ ARCH

2x6, TYP
SEE NOTE

1x2, TYP

2' - 0" 6' - 0" 2' - 0"

TYP

1' - 4"

T
Y

P

6
"

1"Ø BOLT, 
TYP

37' - 0"

VERIFY EDGE MEMBER 
LOCATION W/ ARCH

SIMPSON CBT4Z POST TO 
BEAM CONNECTION,
W/ (3) 1/2" SS MB IN BEAM & 
(3) 1/2" MB IN POST, TYP

6x10, TYP
SEE NOTE

6x6, TYP
SEE NOTE

1
0

' -
 6

" 
M

A
X

TYP

2' - 0"

PROVIDE OPENING IN 
SHEATHING AS REQUIRED

WHERE TYP JOIST SPACING 
IS INTERRUPTED BY POST, 
PROVIDE JOIST ON EA SIDE 
OF POST, TYP

BLOCKING 
ACROSS LINE OF 
POSTS

1 3/4"x20 MICROLAM ON 
EA SIDE OF POST, TYP

10d NAILS @ 4" OC

VERIFY EDGE MEMBER 
LOCATION W/ ARCH

2x6, TYP
SEE NOTE

2' - 0" 10' - 0" 2' - 0"

1x2, TYP

TYP

1' - 4"

VERIFY EDGE MEMBER 
LOCATION W/ ARCH

SIMPSON CBT4Z POST TO 
BEAM CONNECTION
W/ (3) 1/2" SS MB IN BEAM
& (3) 1/2" MB IN POST, TYP

6x10, TYP
SEE NOTE

6x6, TYP
SEE NOTE

2' - 0" 8' - 0" 8' - 0" 8' - 0" 2' - 0"

FINISHED FLOOR 
PER ARCH

SIMPSON MPB66Z 
MOMENT POST BASE 
CONNECTION, TYP
SEE NOTE 2

PT CONCRETE SLAB

TYP

2' - 0"

O
F

F
, 
T

Y
P

1
" 

S
T

A
N

D

1
0

' -
 6

" 
M

A
X

O
F

F
, 
T

Y
P

7
 1

/4
" 

S
T

A
N

D

T
Y

P
7

 1
/4

" 
E

M
B

E
D

,
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NOTE:

SEE STEEL SECTION OF THE GSN FOR ACCEPTABLE
CUTTING METHODS. FIELD CUTING NOT PERMITTED.

PL THICKNESS AND 
WIDTH TO MATCH 
THE W33X118
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0
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TRIM PER ARCHTRIM PER ARCH W33X118
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2A
TYP

1' - 5 1/16" 3' - 11 1/4" (NTS) 1' - 5 1/16"

MOUNTING HOLEMOUNTING HOLE

1 1/2"
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PURLIN PER PLAN

BEAM BELOW

4

S-701

BEAM

3
"

1
/4

" 
M

A
X

1
 1

/2
"

H

6"

(2) FB-5B 5/8"Ø A307
BOLTS IN HORZ LEG

SA-1 BENT STEEL PL
OR ANGLE PER
SCHEDULE BELOW

(2) FB-5A 5/8"Ø A307
BOLTS IN VERT LEG

PURLIN

PV PANEL

NOTES:

1. ACCEPTABLE TO USE HORIZONTALLY ORIENTED LONG SLOTTED HOLES 
IN PURLINS & VERTICALLY ORIENTED LONG SLOTTED HOLES IN ANGLES.

2. PROVIDE STANDARD FLAT WASHERS BETWEEN COLD FORMED AND 
NUT/BOLT HEAD SURFACES.

BENT PL SIZE

PURLIN
DEPTH

PL HEIGHT
PL 

THICKNESS

12" 9 1/4" 5/16"

HOLE

PURLIN PER PLAN W/ DRILLED OR
PUNCHED HOLE FOR PANEL MOUNTING
(ACCEPTABLE TO USE 1/2" LONG SLOT
ACROSS THE WIDTH OF THE FLANGE)

5/16"Ø 304 SS MOUNTING BOLT (MIN 8 FT -
LBS TORQUE) IN HOLES PER PANEL MFR
SEE 7/PV-420 FOR BOLT ASSEMBLY 

PV PANEL FRAME

1 1/4" NTS

1 1/2"MIN
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5/8"Ø A307 BOLTS

SERRATED FLANGE NUT

SERRATED FLANGE HEAD BOLT

PV PANEL FRAMESTAR WASHER OR 
GROUNDING CLIP
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#10 SMS
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SCALE :  3/4" = 1'-0"1
TAPERED BEAM FABRICATION DETAIL

SCALE :  3/8" = 1'-0"2
PV PANEL ATTACHMENT DETAIL

SCALE : NTS3
TYP SECTION PV PANEL UNIT

SCALE :  1 1/2" = 1'-0"4
BEAM TO PURLIN CONNECTION

2A
STANDARD BOLTED CONN

SCALE :  3" = 1'-0"6
TYPICAL END MEMBER CONNECTION

SCALE :  1" = 1'-0"5
TYP SECTION PV PANEL UNIT AT BLOCKING

SCALE :  12" = 1'-0"7
PANEL BOLT ASSEMBLY

SCALE :  3" = 1'-0"8
OPTIONAL CONDUIT SUPPORT

SCALE :  1 1/2" = 1'-0"9
TYPICAL STIFFENER PLATE
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PERFORATED ALUMINUM 
PANELS PER ARCH

COLUMN PER PLAN

STEEL GRATING 
PER ARCH

CONT L3x3x3/8 
BTWN L3x

L3x3x3/8 @ 4' OC

BEAM PER PLAN

SHT'G PER PLAN

JOIST PER PLAN

PT SLAB PER PLAN
REINF & TENDON NOT 
SHOWN FOR CLARITY

PL 8"x8"x1/2" EMBED W/ (4) 
3/4"Ø x 6" HEADED STUDS

BLKG AT EA END 
@ 4'-0" OC

FINISH PER ARCH

MAX
 3"

1A

S-800

PL 3/8", 3" SQUARE

HSS4x4x1/4 
AT EA W-COL

MSTI-72 WRAPPED
AROUND BLKG, TYP

(2) 3/4 "Ø A325
BOLTS AT W-COL

5/8 x 8" x 0'-9" (GR 50) 
PL EA SIDE OF WOOD 
BEAM W/ 1"Ø A36 ROD
BOLT EA SIDE OF HSS

5/16
TYP

1

1 1

1

2

3"

L2 1/2x2x1/4x0'-6" 
LONG EA SIDE PL 3/8 x 2 1/2" x 0'-6"

(2) 1/2"Ø A325-N BOLTS @ 4" OC

3/8
TYP

1

1

1

3/8

1

H
 M

A
X

t

SHAPED 2x BLOCKING

STEEL PIPE (BY OTHERS) 
PER SCHEDULE

1250# WORKING 
5000# FACTORED 
ANY DIRECTION

BUILT UP SLOPED ROOF/ 
RIGID INSULATION 
PER ARCH

(2) 1/2"Ø THRU BOLTS 
EA SUPPORT (4) TOTAL

BASE PL 5/8"x18"x18"

STRUCUTRAL ROOF 
SHEATHING PER PLAN

TYP ROOF JOIST

WD BEAMS PER PLAN 
ATTACH TO STRUCTURE AT 
BOTH ENDS WITH SIMPSON 
FACE MOUNT HANGERS OR 
BEAR ONTO WALL TOP PL

WASHER 
PL 1/4"x4" SQ, TYP

3x FULL-DEPTH 
BLOCKING UNDER 
PLATE EDGES MIN

16'' OC

PIPE TYPE  SCHEDULE

H (IN) PIPE tWE (IN) LD

24

30

4''Ø STD 3/8

1/24''Ø X-S

3/4" 2" 3" 1 1/2"

3/8

3/8

COLUMN PER PLAN

BEAM PER PLAN

PL 1/2" W/ (2) 7/8"Ø 
A325-N BOLTS

4
"

2

ANGLE & ATTACH 
PER ARCH SEE 
DETAIL 3/AD-4.2

3

WIDE FLANGE PER PLAN

PLYWOOD SHEATHING TO
MATCH BELOW

2x RIP STRIPS OVER JOIST 
BELOW W/ SDS25450 @ 16" OC TO 
JOIST BELOW

BN

PLYWOOD SHEATHING PER PLAN

BEAM PER PLAN

JOIST PER PLAN

JOIST PER PLAN

BEAM PER PLAN

3A

S-800

I JOIST BLKG @ 48" OC

WIDE FLANGE PER PLAN

PL 8"x16"x1/4" 
W/ (8) SDS25400

BEAM PER PLAN

1/4

T
Y

P
3

"

700 S Flower, Suite 2100

Los Angeles, CA 90017
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www.kpff.com
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COUNTY OF
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BARBARA

95% CONSTRUCTION
DOCUMENTS

GARDEN STREET

S-800

MISC STEEL

DETAILS

895.01

08/23/2023

SCALE :  1" = 1'-0"1
TYPICAL STEEL OUTRIGGERS AT BRIDGE

1A
SECTION

SCALE :  1" = 1'-0"2
TIE-BACK ANCHOR CONN TO ROOF

1B
BEAM TO COLUMN CONNECTION

1

SCALE :  1" = 1'-0"3
JOIST TO BEAM CONNECTION AT GENTLE SLOPE

3A
SECTION

1

2 2

No. Description Date

1 PC1 12-15-2023

2 PC2 01-26-2024

3 PC3 02-22-2024

 
 
 
 

rtoro
Snapshot

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



xx

x x

xx

xx

xx

xx

16GA BENT PL

1
 1

/2
"

3
"

1
 1

/2
"

CONC TOPPING
WHERE OCCURS 
PER ARCH

SHTHG PER PLAN

BM PER PLAN

L4x4x1/4 W/ (4) A307
5/8"Ø BOLTS EA
STRINGER

STRINGER BEYOND
PER PLAN

STEEL PAN RISER
W/ CONC TOPPING
PER ARCH

STRINGER
PER PLAN

STAIR TREAD PER
/1 S-900

2
 1

/2
"

2
 1

/2
"

MC12x10.6 CONT

PL PER ARCH

3/16
TYP

PROVIDE A BLK
AT EA HANDRAIL

PL 2x2x1/4"
WASHER BEHIND
EA BOLT, TYP

CONC FILL
PER ARCH

FLOOR 
PER PLAN

RAIL POST
PER ARCH

3/16

3/16

3B

BEAM PER PLAN

PL 1/2" W/ (4)
5/8"Ø THRU
BOLTS

10"

TYP
2"

M
IN

1
 1

/2
"

TOP OF BEAM

TOP OF
STEEL PL

TOP OF CONC

M
IN6
"

PL 1/4x2 WIDE

STRINGER
PER PLAN

1/4

5/8"Ø A307 THRU
BOLT, (4) TOTAL, TYP

BEAM PER PLAN

1/4

4B

1
 1

/2
"

2
 1

/2
"

1
 1

/2
"

PL 1/4"

STAIR STRINGER
PER PLAN

BEAM
PER PLAN

TYP
1 1/2"

6"

P
E

N
E

T
R

A
T

IO
N

6
"

RAIL POST
PER ARCH

6x10 BLOCK
W/ SIMPON HU
HANGER EA SIDE

BLOCKING BELOW
CENTERED ON POST

PL 6x6x5/8"
W/ (4) 3/8"Ø LAG
SCREW BOLTS

T
Y

P
1

"

TYP
1 1/2"

1/8
1 1/2

STAIR STRINGER 
PER PLAN

LWT CONC FILL W/ 
MESH REINF STAIR 
TREAD PER ARCH

L1.5x1.5x3/16x8" LONG

T
Y

P

1/
2"

 M
IN

T
Y

P

1/
2"

 M
IN

1/8 1 1/2-9
PAN TO PAN

1/8
1 1/2

12GA OVERLAPPING 
TREAD PAN

1 1/2
4 TYP

1 1/2
4 TYP

LWT CONC FILL W/  MESH 
REINF STAIR TREAD PER 
ARCH

3/16

BENT PL TO
STRINGER,

TYP

1/8 1-5

NOTE:

INFO NOT SHOWN PER              . /1 S-900

STRINGER PER PLAN

MIN

8"

1/4"x3" WIDE BENT PL 
CENTERED ON 
STRINGER, TYP.

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201
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BARBARA
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GARDEN STREET

S-900

STAIR

DETAILS

895.01

08/23/2023

Author

Checker

SCALE :  1" = 1'-0"2
STAIR STRINGER CONNECTION AT LANDING

SCALE :  1" = 1'-0"3
TYPICAL GUARDRAIL AT LANDING

3A
HANDRAIL DETAIL

3B
DETAIL

SCALE :  1" = 1'-0"4
STAIR STRINGER CONNECTION

1" = 1'-0"
4A

SECTION
1 1/2" = 1'-0"

4B
DETAIL

SCALE :  1" = 1'-0"5
STAIR HANDRAIL CONNECTION

5A
BASE PL

SCALE :  1 1/2" = 1'-0"1
TYPICAL TREAD DETAIL

SCALE :  1" = 1'-0"6
TYPICAL TREAD DETAIL

1

No. Description Date

1 PC1 12-15-2023
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x xx x x x x x x x x x x x x x

x xx

x xx x x x x x x x x x x x x x x x

x xx x x x x x x x x x x x x x x x x x

x xx x x

x xx x x x x

STRINGER PER PLAN

THICKENED SLAB ON GRADE
@ STRINGER

1/4" CAP PL

1/4

ANGLE TO
EMBED PL

L4x4x1/2x0'-8" LONG W/ (1) 5/8"Ø
A325 BOLTS CENTERED (+/- 5/8") IN 6" 
LONG SLOTTED HOLE, HAND-
TIGHTEN NUTS TO ALLOW FOR SLIP, 
SPOIL THREADS

EMBED PL 
OR SEE ALT 
POST-INSTALLED 
OPTION

TREAD PER 
DETAIL               
OR 

G
A

P
1

/2
"

M
IN

1
 1

/2
"

MAT FOUNDATION PER PLAN
(REBAR NOT SHOWN FOR 
CLARITY)

/1 S-900
/6 S-900 1

EQUAL SPACES

2'-0" MAX

EQUAL SPACES

2'-0" MAX

L4x4x1/4 CONT 
LEDGER, TYP

L4x4x1/4 @ 2'-0" OC MAX

2" LTWT CONC ON 12 GA METAL 
PAN W/ 4x4-W2.0xW2.0 WWF

1/8 3-12
TYP

CHANNEL 
STRINGER PER 
PLAN, TYP

1/4 3-12
TYP

1A

S-901

1

CJP, TYP

Cx STRINGER 
PER PLAN

GUARDRAIL WHERE 
OCCURS PER ARCH 
(42" MAX HEIGHT, 
4'-0" MAX SPACING)

STIFF PL PER
   AT EA

GUARDRAIL POST

NOTE:
REMOVE WELD BACKING AND GRIND SMOOTH.

Cx STRINGER PER PLAN

STIFFENER Lx 
PER PLAN

1/4

1/4

PL 3/8"x4"x0'-4"

GUARD RAIL POST 
PER ARCH
(42" MAX HEIGHT, 
4'-0" MAX SPACING)

1/4

STIFF PL PER 
AT EA GUARDRAIL POST

OUTER STRINGER 
PER PLAN

LANDING PER PLAN

Cx LANDING BM 
PER PLAN

CONT L4x4x1/4 LEDGER 
ALONG STRINGER AT 
LANDING, TYP

CHANNEL PER PLAN

LANDING

2D

S-901

2C

S-901

THREAD AND LANDING
AT STAIR 2 AS
INDICATED ON ARCH
DRWG SEE DETAIL 

1

/6 S-900

OUTER STRINGER PER 
PLAN

LANDING PER PLAN

CHANNEL PER PLAN

CONT L4x4x1/4 LEDGER 
ALONG STRINGER @ 
LANDING, TYP

CHANNEL PER PLAN

LANDING

2D

S-901

2C

S-901

OH

OH

THREAD AND LANDING
AT STAIR 2 AS
INDICATED ON ARCH
DRWG SEE DETAIL /6 S-900

1

1/2"

2 1/2"1 1/2"

1
.5

" 
M

IN

 
 

2
-1

/2
"

1
.5

" 
M

IN

1/4" PL W/ (2) 7/8"ø
ASTM A325-N BOLTS STRINGER

CHANNEL

LANDING

1/4
NOTE:

SEE                   FOR ALT CONN/2F S-901

Cx LANDING BM2E

S-901

Cx STRINGER

HSS POST 
WHERE OCCURS

2 1/2"

2 1/2"

T
Y

P
3

"

T
Y

P
1

 1
/2

"

1/4

STRINGER 
PER PLAN

STRINGER PER PLAN

1/4" PL W/ (3) 7/8" Ø
ASTM A325-N BOLTS

1/2"

3/16

WELD IN LIEU OF 
BOLTS WHERE 
CONFLICT WITH 
LANDING

2 1/2

2 1/2

STAIR STRINGER 
PER PLAN

HSS LANDING SUPPORT
POST PER PLAN 

STAIR LANDING

NOTE:

WHERE STRINGER IS LOCATED LESS THAN 
8" FROM HSS POST, HORIZONTAL LEG OF 
ANGLE MAY BE REDUCED TO ALIGN WITH 
OUTSIDE FACE OF STRINGER. 

L6x4x5/8 (LLH) x0'-8" 
LONG W/ (1) 5/8"Ø A325-N 
BOLT CENTERED ON 6" 
LONG SLOTTED HOLE 

1/4
TYP

L8x4x5/8 (LLH) x0'-8" 
LONG W/ (1) 5/8"Ø A325-N 
BOLT CENTERED ON 6" 
LONG SLOTTED HOLE 

SEE NOTE
7" MAXTYP

TYP
1" MIN

STD HOLE IN 
CHANNEL, TYP

x x xx xx x

MAX
1/2"

5'-6" MAX

PER ARCH

S-901

6

TYP

(2) 1/2"Ø HILTI KB-TZ2
W/ 2" EFF EMBED, 
CENTERED ON HORIZ LEG

TYP
2"

700 S Flower, Suite 2100

Los Angeles, CA 90017
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SANTA
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PLAN, TYP 

HSS POST PER 
PLAN, TYP 

2

2

2

2

C

9.19 10 11

B.2

B.3

2

S-921

AT GUIDERAIL 
SUPPORT

2

S-921

1

1

HSS POST PER 
PLAN, TYP

BEAM PER 
PLAN, TYP 2

2

NOTE:
MAX 2000 LBS GUIDERAIL BRACKET REACTION LOAD WITH 1/8" 
DEFLECTION LIMIT. CONTRACTOR TO PROVIDE THE ELEVATOR 
CUTSHEET FOR REVIEW.

WOOD FRAMING 
PER PLAN 

MIN HSS 6X6X1/2 BETWEEN WOOD 
BEAM AT EACH FLOOR WHERE 
REQUIRED TO SUPPORT THE 
ELEV GUIDERAIL PER MNFR

2

2

C

9.18 9 10 11

B.2

B.3
4

S-921

HOIST BEAM

1

PER /4 S-921

2
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SCALE :  1/4" = 1'-0"1
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SCALE :  1/4" = 1'-0"2
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PL 1/2"x1'-2" SQ W/ (4)1/2"Ø HILTI 
KB-3 (ESR-2302 FOR CONC WALL,
ESR- 1385 FOR CMU WALL) 
W/ 4" EMBED GENERAL
CONTRACTOR TO COORDINATE 
LOCATION OF PL W/ ELEV 
SUB -CONTRACTOR

WALL PER PLAN
REINF NOT SHOWN
FOR CLARITY

1A

S-921

ELEVATOR GUIDRAILS & CONN
TO BUILDING FRAME
BY CONTRACTOR

3

TYP
1 1/2"

T
Y

P
1

 1
/2

"

3
"

3
"

STUD WALL
PER PLAN

FLOOR JOIST
PER PLAN

BEAM
PER PLAN

PL 1/2x9 1/4"x1'-3"
W/ (8) 1/2"Ø THRU BOLTS

ELEVATOR GUIDE
RAILS AND SUPPORT
BRACKET-COORDINATE
LOCATION W/ ELEVATOR
SHOP DRAWINGS

2A

S-921

AT COMMON AREA

TYP
1"

T
Y

P
1

"

PLATE TO ALIGN W/ CL OF ELEVATOR GUIDE RAILS
AND ATTACHMENT (BY MANUFACTURER)

BEAM

PLATE 1/2x8x8
W/ (4) 1/4"Ø LAG SCREWS
W/ 1 1/2" EMBED

HOIST BEAM (MIN W8x35 FOR 
6000 LBS MAX VERTICAL 
IMPACT LOAD WITH 1/8" 
DEFLECTION LIMIT)
SEE NOTE

DBL 2x4 OR 2x6 STUDS,
BOTH SIDES OF POST W/
SIMPSON A34 CLIPS EA SIDE
TOP & BOTTOM

4x6 POST MIN, UNO ON PLAN
W/ SIMPSON A34 CLIPS, TOP
& BOTTOM

6x BLOCKING
WIDTH TO MATCH
WIDTH OF STUD WALL

SIMPSON A34 CLIPS,
TOP & BOTTOM, TYP

TO DBL PLATES
& BO JOISTS

4A

S-921

B
O

T
 O

F
 J

O
IS

T

4
" 

M
IN

 C
L

R
 T

O

2

NOTE: 
CONTRACTOR TO VERIFY ELEVATOR HOIST REACTION 
LOADS, THE DEFLECTION LIMIT, AND ANY OTHER 
DESIGN CRITERIA WITH ELEVATOR MNFR

2

1 1/2" TYP

4"

3
"

3
"

LOCATE CENTER LINE OF 
PLATE AT CENTER LINE OF 
ELEVATOR GUIDE RAILS

1
 1

/2
"

1
 1

/2
"

1 1/4"

4 1/4"4 1/4"

1 1/4"

4"

M
A

X
1

/2
"

E
Q

E
Q

SCREWS

PL 3/8" W/ (2) 1/2"Ø LAG SCREWS
INTO BLOCKING W/ 4" MIN
PENTRATION & (2) 1 1/2" LONG
SLOTTED HOLES

HOIST BEAM & POST BELOW

700 S Flower, Suite 2100

Los Angeles, CA 90017

O: 213.418.0201

www.kpff.com
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SCALE :  1" = 1'-0"1
GUIDERAIL SUPPORT AT PIT WALL

1A
SECTION

SCALE :  1" = 1'-0"2
TYPICAL ELEVATOR SHAFT FRAMING AT GUIDE RAIL DETAIL

SCALE :  1 1/2" = 1'-0"3
ELEVATION

SCALE :  1" = 1'-0"4
SECTION AT ELEVATOR HOIST BEAM

2A
ELEVATION

4A
SECTION
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CEILING SUPPLY

CEILING RETURN

CEILING EXHAUST

SIDEWALL DIFFUSER, REGISTER, GRILLE OR LOUVER

DUCT (RECTANGULAR)

DUCT (ROUND)

LINED DUCTWORK

TURNING VANE

FLEXIBLE DUCT

FLEXIBLE CONNECTION

MANUAL AIR VOLUME DAMPERVD

FIRE DAMPERFD

SMOKE FIRE DAMPERSFD

FIRESTOP

OUTSIDE AIR INTAKE
         MIN. CFM

ROOM THERMOSTAT - SUBSCRIPT
INDICATES UNIT CONTROLLED

CARBON MONOXIDE SENSORC0

CARBON MONOXIDE SENSORC02

ON/OFF SWITCH

FAN SPEED CONTROL

SUPERVISORY CONTROL PANEL

DUCT SMOKE DETCETOR

DIAMETER

CEILING EXHAUST FANCEF

DOOR LOUVER - SUBSCRIPT INDICATES REQUIRED FREE AREADL

ACCESS CLEARANCE AREA - 30" OR AS REQUIRED BY THE 
EQUIPMENT MANUFACTURER, WHICH EVER IS GREATER

HVAC LEGEND
SYMBOL ABBREV. DESCRIPTION

FC

24X12L

S

FSC

SCP

DSD

DIA

FD FD

SFD SFD

500

OAI

AC-1T

C0

C02

S

FSC

SCP

DSD

Ø

DL

1FT2

REFRIGERANT LINES

PROJECT TEAM LIST

MANAGING PRINCIPAL Brandon Rodgers (805) 548-1443 brandonr@bmaslo.com

ENGINEERING MANAGER Stefan Owechko (805) 592-1463 stefano@bmaslo.com

PROJECT MANAGER Rick Sawyer (805) 548-1447 ricks@bmaslo.com

MECHANICAL DESIGNER Art Norwood (805) 548-1459 artn@bmaslo.com

PLUMBING DESIGNER James Moreland (805) 548-1453 jamesm@bmaslo.com

ENERGY ANALYST Dustin Lane (805) 548-1452 dustinl@bmaslo.com

MECHANICAL SHEET INDEX

M-0.0.0   MECHANICAL NOTES, LEGEND & ABBREVIATIONS

M-0.0.1   MECHANICAL SCHEDULES

M-0.0.2   MECHANICAL SCHEDULES

M-1.0.0   MECHANICAL OVERALL GROUND FLOOR PLAN

M-1.1.0   MECHANICAL OVERALL FIRST FLOOR PLAN

M-1.2.0   MECHANICAL OVERALL SECOND FLOOR PLAN

M-1.3.0   MECHANICAL OVERALL THIRD FLOOR PLAN

M-1.0.1   MECHANICAL ENLARGED GROUND FLOOR PLAN

M-1.1.2   MECHANICAL ENLARGED FIRST FLOOR PLAN

M-1.1.1   MECHANICAL ENLARGED FIRST FLOOR PLAN

M-1.3.1   MECHANICAL ENLARGED THIRD FLOOR PLAN

M-1.4.0   MECHANICAL ROOF PLAN

M-0.1.0   MECHANICAL HEAT/COOL ZONE PLANS

M-0.0.3   MECHANICAL SCHEDULES

M-0.0.4   MECHANICAL SCHEDULES

M-0.0.5   MECHANICAL  DETAILS

M-0.0.9   MECHANICAL  VRF WIRING AND PIPING DIAGRAMS

M-2.1.0   MECHANICAL FIRST FLOOR PIPING PLAN

M-2.0.0   MECHANICAL GROUND FLOOR PIPING PLAN

M-2.2.0   MECHANICAL SECOND FLOOR PIPING PLAN

M-2.3.0   MECHANICAL THIRD FLOOR PIPING PLAN

M-0.1.1   MECHANICAL HEAT/COOL ZONE PLANS

M-1.1.3   MECHANICAL ENLARGED FIRST FLOOR PLAN

M-1.1.5   MECHANICAL ENLARGED FIRST FLOOR PLAN

M-1.1.4   MECHANICAL ENLARGED FIRST FLOOR PLAN

M-1.2.4   MECHANICAL ENLARGED SECOND FLOOR PLAN

M-1.2.1   MECHANICAL ENLARGED SECOND FLOOR PLAN

M-1.2.3   MECHANICAL ENLARGED SECOND FLOOR PLAN

M-1.2.2   MECHANICAL ENLARGED SECOND FLOOR PLAN

M-0.0.6   MECHANICAL  DETAILS

M-0.0.7   MECHANICAL  DETAILS

M-0.0.8   MECHANICAL  DETAILS

M-1.3.2   MECHANICAL ENLARGED THIRD FLOOR PLAN

M-0.0.10   MECHANICAL  VRF WIRING AND PIPING DIAGRAMS

M-0.1.2   MECHANICAL VENTILATION ZONE PLANS

M-0.1.3   MECHANICAL VENTILATION ZONE PLANS

M-1.0.2   MECHANICAL ENLARGED GROUND FLOOR PLAN

M-0.0.11   MECHANICAL  CONTROL DETAILS

MECHANICAL GENERAL NOTES

1.       All work shown herein shall comply with the requirements of the following codes:
•   2022 California Administrative Code (CAC): Part 1, Title 24, California Code of Regulations (CCR)
•   2022 California Building Code (CBC): Part 2, Title 24 CCR
•   2022 California Electrical Code (CEC): Part 3, Title 24 CCR
•   2022 California Mechanical Code (CMC): Part 4, Title 24 CCR
•   2022 California Plumbing Code (CPC): Part 5, Title 24 CCR
•   2022 California Energy Code (CEnC): Part 6, Title 24 CCR
•   2022 California Fire Code (CFC): Part 9, Title 24 CCR
•   2022 California Green Building Standards Code (CALGreen): Part 11, Title 24 CCR

2.       Furnish all labor, materials, transportation, and perform all required operations to provide complete and operable mechanical system, in accordance with the full intent and 
meaning of the drawings and specifications.

3.       All locations of ductwork and equipment are shown diagrammatically. Adhere to locations as closely as possible, vary runs or shape of ductwork as required to meet structural 
and other interferences as required by the Architect.

4.       Duct dimensions shown are internal. Increase outer duct dimension as required to account for the thickness of internal lining where applicable.

5.       All duct shall be fabricated and installed per Chapter 6, 2022 CMC.

6.       All equipment shall be installed with sufficient access to controls, filters, electric motors, etc. Access clearance shall be 30" or as required by the equipment manufacturer, which 
ever is greater. Contractors shall provide access panels where required. Where vertical space allows, install  ductwork that is in close proximity to mechanical, electrical or any other 
item that requires access high in the space for ease of access.

7.       The Mechanical Contractor shall coordinate all items related to mechanical systems with the work of other trades before proceeding with procuring or fabrication of equipment, 
ductwork, piping etc. Items to be coordinated shall include but are not limited to the following:

• Grilles, registers and diffusers shall be coordinated with the reflected ceiling plan.
• Ductwork locations and potential interferences with structural members, framing, fire sprinkler lines, plumbing waste lines, cable trays and conduit.
• Openings required in walls, floors or ceilings shall be coordinated with the general contractor and/or framing contractor prior to the start of construction to avoid rework. Any 

rework required shall be at no additional cost to the owner.
• Prior to bidding the project the mechanical contractor shall coordinate with the electrical contractor to determine who will be responsible for procuring and installing motor 

starters, conduit for low voltage controls and line voltage control devices, such as single pole switches.
• Access to volume dampers for balancing. Access to all equipment, as well as platform and curb locations.
• Construction of platforms and shaped runners or other means to mount curbs level. All platforms and curbs shall be level unless otherwise noted or detailed on the mechanical 

plans.

8.           Materials exposed within any space being used as an air plenum shall be non combustible or shall have a flame spread index not greater than 25 and a smoke developed 
index not greater than 50, when tested as a composite product in accordance with one of the following test methods: NFPA 255, method of test of surface burning characteristics of 
building materials, ASTM E84, surface burning characteristics of building materials, or UL 723, test for surface burning characteristics of building materials.

9.           Controls or switches intended to be used by the occupant of a room or area to control heating, cooling or ventilation equipment shall be mounted at the heights given by 
section 11B-308.1.1 of the 2022 CBC. Notify the architect immediately if the mounting heights required by the 2022 CBC cannot be obtained at the location where the control device is 
shown on the mechanical floor plans.

10.         Acceptance Testing Requirements: For applicable mechanical acceptance tests see the CEnC plan sheets. All forms, regulations, and requirements are available online at  
HYPERLINK "http://www.energy.ca.gov/title24" www.energy.ca.gov/title24.

CAL GREEN CODE NONRESIDENTIAL MANDATORY MEASURES

DIVISION 5.4-MATERIAL CONSERVATION AND RESOURCE EFFICIENCY

5.410.2 COMMISSIONING. For new buildings 10,000 square feet and over, building commissioning shall be included in the design and construction processes of the building project to 
verify that the building systems and components meet the owner’s or owner representative’s project requirements.

Refer to the project specifications for commissioning requirements.

5.410.4 TESTING AND ADJUSTING. Testing and adjusting of systems shall be required for new buildings less than 10,000 square feet or new systems to serve an addition or 
alteration subject to 2022 CALGreen 303.1. 

5.410.4.2 SYSTEMS. Develop a written plan of procedures for testing and adjusting systems. Systems to be included for testing and adjusting shall include at a minimum, as 
applicable to the project:
1. Renewable energy systems.
2. Landscape irrigation systems. 
3. Water reuse systems.

5.410.4.3 PROCEDURES. Perform testing and adjusting procedures in accordance with manufacturer's specifications and applicable standards on each system.

At a minimum the Mechanical Contractor shall obtain the latest start-up check list(s) from the equipment manufacturer and perform all tests and checks applicable. After 
completion of the start-up check list the Mechanical contractor shall make adjustments to put the equipment in peak working order. Mechanical Contractor shall document all work 
performed. Close out documentation provided to the General Contractor shall include all completed check list(s) and documentation for any work performed. The General Contractor 
shall submit the check list(s) and work documentation to Engineer of Record.

5.410.4.3.1 HVAC BALANCING. In addition to testing and adjusting, before a new space-conditioning system serving a building or space is operated for normal use, balance the 
system in accordance with the procedures defined by the Testing Adjusting and Balancing Bureau National Standards; the National Environmental Balancing Bureau Procedural 
Standards; Associated Air Balance Council National Standards or as approved by the building enforcing agency.

See Specification section 15600 for HVAC balancing requirements.

5.410.4.4 REPORTING. After completion of testing, adjusting and balancing, provide a final report of testing signed by the individual responsible for performing these services.

5.410.4.5 OPERATION AND MAINTENANCE (O&M) MANUAL. Provide the building owner or representative with detailed operating and maintenance instructions and copies of 
guaranties/warranties for each system. O&M instructions shall be consistent with OSHA requirements in CCR, Title 8, Section 5142, and other related regulations.

5.410.4.5.1 INSPECTIONS AND REPORTS. Include a copy of all inspection verifications and reports required by the enforcing agency.

DIVISION 5.5-ENVIRONMENTAL QUALITY

SECTION 5.504 POLLUTANT CONTROL

5.504.1 TEMPORARY VENTILATION. The permanent HVAC system shall only be used during construction if necessary to condition the building within the required temperature range 
for material and equipment installation. If the HVAC system is used during construction, use return air filters with a Minimum Efficiency Reporting Value (MERV) of 8, based on 
ASHRAE 52.2-1999, or an average efficiency of 30% based on ASHRAE 52.1-1992. Replace all filters immediately prior to occupancy, or, if the building is occupied during alteration, 
at the conclusion of construction.

5.504.3 COVERING OF DUCT OPENINGS AND PROTECTION OF MECHANICAL EQUIPMENT DURING CONSTRUCTION. At the time of rough installation and during storage on 
the construction site until final startup of the heating, cooling and ventilating equipment, all duct and other related air distribution component openings shall be covered with tape, 
plastic, sheet metal or other methods acceptable to the enforcing agency to reduce the amount of dust, water and debris which may enter the system.

5.504.4.1 ADHESIVES, SEALANTS AND CAULKS. Adhesives, sealants, and caulks used on the project shall meet the requirements of the following standards:
1. Adhesives, adhesive bonding primers, adhesive primers, sealants, sealant primers and caulks shall comply with local or regional air pollution control or air quality management 
district rules where applicable, or SCAQMD Rule 1168 VOC limits, as shown in Tables 5.504.4.1 and 5.504.4.2. Such products also shall comply with the Rule 1168 prohibition on the 
use of certain toxic compounds (chloroform, ethylene dichloride, methylene chloride, perchloroethylene and trichloroethylene), except for aerosol products as specified in subsection 2, 
below.
2. Aerosol adhesives, and smaller unit sizes of adhesives, and sealant or caulking compounds (in units of product, less packaging, which do not weigh more than one pound and do 
not consist of more than 16 fluid ounces) shall comply with statewide VOC standards and other requirements, including prohibitions on use of certain toxic compounds, of California 
Code of Regulations, Title 17, commencing with Section 94507.

ADHESIVE VOC LIMIT
Less Water and Less Exempt Compounds in Grams Per Liter
SPECIALTY APPLICATIONS CURRENT VOC LIMIT
PVC welding 510
CPVC welding 490
ABS welding 325
Plastic cement welding 250
Adhesive primer for plastic 550
Contact adhesive 80
Special purpose contact adhesive 250
1. If an adhesive is used to bond dissimilar substrates together the adhesive with the highest VOC content shall be allowed.
2. For additional information regarding methods to measure the VOC content specified in this table, see South Coast Air Quality Management District Rule 1168, 
http://www.arb.ca.gov/DRDB/SC/CURHTML/R1168.PDF.

5.504.5.3 FILTERS. In mechanically ventilated buildings, provide regularly occupied areas of the building with air filtration media for outside and return air that provides at least a 
Minimum Efficiency Reporting Value (MERV) of 13. MERV 13 filters shall be installed prior to occupancy, and recommendations for maintenance with filters of the same value shall be 
included in the operation and maintenance manual.

Exceptions: 
1. Existing mechanical equipment.

SECTION 5.505 INDOOR MOISTURE CONTROL

5.505.1 INDOOR MOISTURE CONTROL. Buildings shall meet or exceed the provisions of California Building Code, CCR, Title 24, Part 2, Sections 1202 (Ventilation) and Chapter 14 
(Exterior Walls). For additional measures, see Section 5.407.2 of this code.

SECTION 5.506 INDOOR AIR QUALITY

5.506.1 OUTSIDE AIR DELIVERY. For mechanically or naturally ventilated spaces in buildings, meet the minimum requirements of Section 120.1 (Requirements For Ventilation) of the 
California Energy Code, or the applicable local code, whichever is more stringent, and Division 1, Chapter 4 of CCR, Title 8.

5.506.2 CARBON DIOXIDE (CO2) MONITORING. For buildings or additions equipped with demand control ventilation, CO2 sensors and ventilation controls shall be specified and 
installed in accordance with the requirements of the 2019 California Energy Code, Section 120.1(c)(4).

SECTION 5.508 OUTDOOR AIR QUALITY

5.508.1 OZONE DEPLETION AND GREENHOUSE GAS REDUCTIONS. Installations of HVAC, refrigeration and fire suppression equipment shall comply with Sections 5.508.1.1 and 
5.508.1.2.

5.508.1.1 CHLOROFLUOROCARBONS (CFCs). Install HVAC, refrigeration and fire suppression equipment that do not contain CFCs.

5.508.1.2 HALONS. Install HVAC, refrigeration and fire suppression equipment that do not contain Halons.

CEILING PLENUM NOTES

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building is being utilized as a plenum and is an integral part of the overall building HVAC 
systems

2. ALL CONTRACTORS SHALL BE MADE AWARE OF THE FOLLOWING PREVAILING CODE REQUIREMENTS FOR PLENUM SPACES:
a. General - Materials exposed within ducts or plenums shall be noncombustible or shall have a flame spread index not to exceed 25 and a smoke-developed index not to exceed 

50, where tested as a composite product in accordance with ASTM E84 or UL 723. Plastic piping installed in plenums shall be tested in accordance with all requirements of 
ASTM E84 or UL 723. Mounting methods, supports and sample sizes of materials for testing that are not specified in ASTM E84 or UL 723 shall be prohibited.

b. Electrical Wiring - Electrical wiring in plenums shall comply with the California Electrical Code. Electrical wires and cables and optical fiber cables shall be listed and labeled for 
use in plenums and shall have a flame spread distance not exceeding 5 feet (1524 mm), an average optical density not exceeding 0.15, and a peak optical density not 
exceeding 0.5, where tested in accordance with NFPA 262

c. Discrete Products - Discrete plumbing, mechanical, and electrical products that are located in a plenum and have exposed combustible material shall be listed and labeled in 
accordance with UL 2043.

3. MECHANICAL CONTRACTOR & ELECTRICAL CONTRACTOR COORDINATION: 
a. All t-bar grid mounted lights are being provided with Return Air capability in order to allow the free passage of air from the occupied space back into the plenum for return/relief 

as needed
b. All lighting is by others – mechanical contractor to coordinate with the G.C. and the electrical contractor as required to ENSURE that all t-bar grid mounted lights are provided 

appropriately
c. Limited return-air grilles are required – refer to plans for location, size, and type

M 33,682

B
R

A

NDON RODG

ER
S

MEC HA NICA L

EXP 6/30/23

R
E

G
IS

T
ER

EDPROFESSIONA LENG
IN

E
E

R

S

TA T E O F CA L IFORN
IA

689 Tank Farm Road, Ste 240
SLO, CA 93401

BMA JOB# 
OFF: (805) 544-4269

BMA Mechanical +

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

22147.00

C
:\

U
s
e

rs
\a

rt
n

\D
o

c
u
m

e
n

ts
\2

2
1

4
7
.0

0
_
B

M
A

 M
o

d
e

l_
R

2
2

_
2

0
2

3
.C

u
rr

e
n
t 
m

o
d

e
l_

a
rt

n
P

P
3

9
V

.r
v
t

M-0.0.0

MECHANICAL

NOTES,

LEGEND &

ABBREVIATIONS

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

Author

Checker

100% CONSTRUCTION
DOCUMENTS

1001 Garden St
Santa Barbara, CA 93101

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



EXHAUST FAN SCHEDULE

GARAGE EXHAUST FAN SCHEDULE

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

MECHANICAL
SCHEDULES

M-0.0.1

ENERGY RECOVERY VENTILATOR SCHEDULE

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

MECHANICAL
SCHEDULES

M-0.0.2

VARIABLE REFRIGERANT VOLUME BRANCH SELECTOR SCHEDULE

GRILLE, REGISTER & DIFFUSER SCHEDULE

DUCTLESS SPLIT SYSTEM COOLING ONLY SCHEDULE

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

MECHANICAL
SCHEDULES

M-0.0.3

VARIABLE REFRIGERANT VOLUME FAN COIL SCHEDULE

VARIABLE REFRIGERANT VOLUME CONDENSING UNIT SCHEDULE

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

MECHANICAL
SCHEDULES

M-0.0.4

VARIABLE REFRIGERANT VOLUME FAN COIL SCHEDULE

ROOF HOOD SCHEDULE

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

MECHANICAL
DETAILS

M-0.0.51 CONDENSER MOUNTING

2 VRV CONDENSING UNIT ANCHOREQUIPMENT SUPPORT (TPO)4

8 BRANCH SELECTOR BOX10 CEILING CASSETTE MOUNTING

11 HIGH WALL FAN COIL MOUNTING REFRIG. LINE-SET THROUGH ROOF5

3 EQUIPMENT PLATFORM (TPO)

7 SUSPENDED FAN COIL9 SUSPENDED ERV

TOP VIEW

ELEVATION

6 SUSPENDED FAN COIL

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

MECHANICAL
DETAILS

M-0.0.6

17 CONDENSER MOUNTING

25 FLEXIBLE DUCT CONNECTION 22 ROUND VOLUME DAMPER

20 LINEAR SLOT DIFFUSER

18 REFRIGERATION PIPES THRU EXTERIOR WALL 15 GARAGE JET FAN MOUNTING

14 IN-LINE EXHAUST FAN

DIFFUSER CONNECTION19

12 EXHAUST FAN MOUNTING

13 GRAVITY HOOD MOUNTING (TPO)16 CEILING EXHAUST FAN

23 RECTANGULAR VOL. DAMPER

INTO PLENUM W/ INSULATED ELBOW
RETURN AIR GRILLE CONNECTION

2124 VOLUME DAMPER
REMOTE CABLE OPERATED

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

MECHANICAL
DETAILS

M-0.0.7

30 HANGER ROD STIFFENER

ROUND DUCT 30"Ø AND SMALLER RECTANGULAR  DUCTWORK 

27 HORIZ. DUCT SUPPORT  DETAILS

26 EXPOSED DUCT HANGER29 SWAY BRACE CONNECTION31 HANGING SPRING ISOLATOR 28 FLAT OVAL EXPOSED DUCT HANGER

32 ROOF PIPE SUPPORT

34 PIPE SUPPORT - WALL

33 PIPE TRAPEZE

35 SUPPORT CONNECTION

36 SWAY BRACE CONNECTION

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

MECHANICAL
DETAILS

M-0.0.837 COMBINATION SMOKE FIRE DAMPER

·

·

·

·

38 FIRE DAMPER DETAIL39 FIRE STOP DETAIL

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



HPC-0.1 (2)
REYQ96AAYDA

HPC-1.1 (19)
REYQ432AAYDA

HPC-1.2 (13)
REYQ216AAYDA

HPC-2.1 (28)
REYQ360AAYDA

Itouch Manager
DCM601B71

L,N
Ethernet 100BASE-TX

HPC-3.1 (13)
REYQ168AAYDA

i-Touch Manager DIII Plus Adapter
DCM601A72

L,N

OUT F1,F2

OUT F1,F2

CPEV/FCPEV - Max distance is 164ft/50m

Drawing No
Date 08/16/2023

Control Group
Title Controller wiring schematics
Project Santa Barbara New Probation Building

USA

Client

REYQ96AAYDA

OUT F1,F2

IN F1,F2

HPC-0.1
REYQ96AAYDA L1, L2, L3 16.4A 3ph

to centralized controller

BS-0.1
BSF4Q54TVJA

B
C
D

OUT F1,F2

IN F1,F2

L1, L2 0.4A 1ph

FC-0.01
FXTQ54TAVJUD

P1,P2

F1,F2

L1, L2 8.6A 1ph

BRC1E73

FC-0.02
FXTQ36TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

Drawing No
Date 08/16/2023

REYQ96AAYDA
VRV EMERION (460V)
Air cooled heat recovery
HPC-0.1

Title Wiring schematics
Project Santa Barbara New Probation Building

USA

Client

HPC-0.1
REYQ96AAYDA

BS-0.1
BSF4Q54TVJ

A

FC-0.01
FXTQ54TAVJUD

B

C

FC-0.02
FXTQ36TAVJUD

D

90.0 ft [8]
3/8 x
7/8 x
3/4 "

25.0 ft [3]
3/8 x
5/8 "

15.0 ft [3]
3/8 x
5/8 "

Drawing No
Date 08/16/2023

REYQ96AAYDA
VRV EMERION (460V)
Air cooled heat recovery
HPC-0.1

Title Piping schematics
Project Santa Barbara New Probation Building

USA

Client

5/8x1 1/8x1 1/8 " 5/8x1 1/8x1 1/8 "

BHFP26P100U

A
REYQ216AAYDA

B
REYQ216AAYDA

HPC-1.1
REYQ432AAYDA

KHRP25M73TUA
BS-1.1

BS10Q54TAVJ

A

KHRP26A250TA

FC-1.01
FXMQ72MVJU

B

C

FC-1.02
FXZQ07TBVJU

D

FC-1.03
FXZQ07TBVJU

E

FC-1.04
FXZQ18TBVJU

F

FC-1.05
FXZQ07TBVJU

G

FC-1.06
FXTQ48TAVJUD

H

FC-1.07
FXZQ07TBVJU

I

FC-1.08
FXZQ07TBVJU

J

FC-1.17
FXTQ24TAVJUD

BS-1.2
BS12Q54TAVJ

A

FC-1.09
FXTQ36TAVJUD

B

FC-1.11
FXZQ07TBVJU

C

FC-1.12
FXZQ07TBVJU

D

FC-1.13
FXZQ07TBVJU

E

FC-1.14
FXZQ07TBVJU

F

FC-1.15
FXZQ07TBVJU

G

FC-1.16
FXZQ07TBVJU

H

FC-1.18
FXZQ09TBVJU

I

FC-1.19
FXTQ48TAVJUD

J

FC-1.20
FXZQ07TBVJU

K

L

110.0 ft [6]
3/4 x

1 5/8 x
1 3/8 "

20.0 ft [1]
5/8 x

1 1/8 x
1 1/8 "

10.0 ft [1]
1/2 x
1 1/8 x
3/4 "

3/8 x 5/8 "

65.0 ft [2]
3/8 x
3/4 "

3/8 x 5/8 "

65.0 ft [3]
1/4 x
1/2 "

75.0 ft [3]
1/4 x
1/2 "

45.0 ft [3]
1/4 x
1/2 "

25.0 ft [2]
1/4 x
1/2 "

15.0 ft [1]
3/8 x
5/8 "

10.0 ft [2]
1/4 x
1/2 "

35.0 ft [1]
1/4 x
1/2 "

50.0 ft [2]
3/8 x
5/8 "

25.0 ft [3]
3/8 x
5/8 "

55.0 ft [2]
1/4 x
1/2 "

25.0 ft [3]
1/4 x
1/2 "

15.0 ft [3]
1/4 x
1/2 "

30.0 ft [2]
1/4 x
1/2 "

45.0 ft [2]
1/4 x
1/2 "

50.0 ft [2]
1/4 x
1/2 "

70.0 ft [4]
1/4 x
1/2 "

70.0 ft [3]
3/8 x
5/8 "

80.0 ft [4]
1/4 x
1/2 "

Drawing No
Date 08/16/2023

REYQ432AAYDA = REYQ216AAYDA + REYQ216AAYDA
VRV EMERION (460V)
Air cooled heat recovery
HPC-1.1

Title Piping schematics
Project Santa Barbara New Probation Building

USA

Client

A
REYQ216AAYDA

OUT F1,F2

IN F1,F2Q1,Q2

HPC-1.1
REYQ432AAYDA L1, L2, L3 29.9A 3ph

to centralized controller

B
REYQ216AAYDA

Q1,Q2

L1, L2, L3 29.9A 3ph
BS-1.1

BS10Q54TAVJ

A
B
C
D
E
F
G
H
I
J

OUT F1,F2

IN F1,F2

BS F1,F2

L1, L2 1A 1ph

FC-1.01
FXMQ72MVJU

P1,P2

F1,F2

L1, L2 9A 1ph

BRC1E73

FC-1.02
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.03
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.04
FXZQ18TBVJU

P1,P2

F1,F2

L1, L2 0.6A 1ph

BRC1E73

FC-1.05
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.06
FXTQ48TAVJUD

P1,P2

F1,F2

L1, L2 6.5A 1ph

BRC1E73

FC-1.07
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.08
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.17
FXTQ24TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

BS-1.2
BS12Q54TAVJ

A
B
C
D
E
F
G
H
I
J
K
L

OUT F1,F2

IN F1,F2

L1, L2 1.2A 1ph

FC-1.09
FXTQ36TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-1.11
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.12
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.13
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.14
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.15
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.16
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.18
FXZQ09TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.19
FXTQ48TAVJUD

P1,P2

F1,F2

L1, L2 6.5A 1ph

BRC1E73

FC-1.20
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

Drawing No
Date 08/16/2023

REYQ432AAYDA = REYQ216AAYDA + REYQ216AAYDA
VRV EMERION (460V)
Air cooled heat recovery
HPC-1.1

Title Wiring schematics
Project Santa Barbara New Probation Building

USA

Client

HPC-1.2
REYQ216AAYDA

KHRP25M72TUA
BS-1.3

BS12Q54TAVJ

A

FC-1.21A
FXZQ12TBVJU

B

FC-1.21B
FXZQ12TBVJU

C

FC-1.22A
FXZQ18TBVJU

D

FC-1.22B
FXZQ18TBVJU

E

FC-1.23
FXZQ09TBVJU

F

FC-1.24
FXZQ07TBVJU

G

FC-1.25
FXZQ07TBVJU

H

FC-1.26
FXZQ07TBVJU

I

FC-1.27
FXTQ24TAVJUD

J

FC-1.28
FXMQ15TBVJU

K

FC-1.29
FXTQ30TAVJUD

L

FC-1.31
FXZQ07TBVJU

BS-1.4
BSQ60TVJ

A

FC-1.30
FXTQ60TAVJUD

120.0 ft [5]
5/8 x

1 1/8 x
1 1/8 "

#3.1

10.0 ft [1]
5/8 x

1 1/8 x
1 1/8 "

#3.2

24.0 ft [2]
3/8 x
3/4 x
5/8 "#3.15

75.0 ft [4]
1/4 x
1/2 "

#3.3

65.0 ft [4]
1/4 x
1/2 "

#3.4

75.0 ft [3]
1/4 x
1/2 "

#3.5

60.0 ft [3]
1/4 x
1/2 "

#3.6

65.0 ft [3]
1/4 x
1/2 "

#3.7

55.0 ft [3]
1/4 x
1/2 "

#3.8

50.0 ft [4]
1/4 x
1/2 "

#3.9

28.0 ft [1]
1/4 x
1/2 "

#3.10

45.0 ft [2]
3/8 x
5/8 "

#3.11

20.0 ft [2]
1/4 x
1/2 "

#3.12

55.0 ft [2]
3/8 x
5/8 "

#3.13

70.0 ft [4]
1/4 x
1/2 "

#3.14

15.0 ft [2]
3/8 x
5/8 "

#3.16

Drawing No
Date 08/17/2023

REYQ216AAYDA
VRV EMERION (460V)
Air cooled heat recovery
HPC-1.2

Title Piping schematics
Project Santa Barbara New Probation Building (shared)

USA

Client

REYQ216AAYDA

OUT F1,F2

IN F1,F2

HPC-1.2
REYQ216AAYDA L1, L2, L3 29.9A 3ph

to centralized controller

BS-1.3
BS12Q54TAVJ

A
B
C
D
E
F
G
H
I
J
K
L

OUT F1,F2

IN F1,F2

BS F1,F2

L1, L2 1.2A 1ph

FC-1.21A
FXZQ12TBVJU

P1,P2

F1,F2

L1, L2 0.4A 1ph

BRC1E73

FC-1.21B
FXZQ12TBVJU

F1,F2

L1, L2 0.4A 1ph

FC-1.22A
FXZQ18TBVJU

P1,P2

F1,F2

L1, L2 0.6A 1ph

BRC1E73

FC-1.22B
FXZQ18TBVJU

F1,F2

L1, L2 0.6A 1ph

FC-1.23
FXZQ09TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.24
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.25
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.26
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-1.27
FXTQ24TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-1.28
FXMQ15TBVJU

P1,P2

F1,F2

L1, L2 1.8A 1ph

BRC1E73

FC-1.29
FXTQ30TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-1.31
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

BS-1.4
BSQ60TVJ

AOUT F1,F2 IN F1,F2

L1, L2 0.1A 1ph

FC-1.30
FXTQ60TAVJUD

P1,P2

F1,F2

L1, L2 8.6A 1ph

BRC1E73

Drawing No
Date 08/17/2023

REYQ216AAYDA
VRV EMERION (460V)
Air cooled heat recovery
HPC-1.2

Title Wiring schematics
Project Santa Barbara New Probation Building (shared)

USA

Client

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

MECHANICAL
VRF WIRING
AND PIPING
DIAGRAMS

M-0.0.91 CONTROLLER WIRING DIAGRAM

2 HPC-0.1 WIRING & PIPING DIAGRAM

3 HPC-1.1 WIRING & PIPING DIAGRAM4 HPC-1.2 WIRING & PIPING DIAGRAM

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



A
REYQ192AAYDA

OUT F1,F2

IN F1,F2Q1,Q2

HPC-2.1
REYQ360AAYDA L1, L2, L3 28.3A 3ph

to centralized controller

B
REYQ168AAYDA

Q1,Q2

L1, L2, L3 24.9A 3ph
BS-2.1

BS10Q54TAVJ

A
B
C
D
E
F
G
H
I
J

OUT F1,F2

IN F1,F2

BS F1,F2

L1, L2 1A 1ph

FC-2.01
FXZQ09TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.02
FXZQ09TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.03
FXZQ09TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.04
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.05
FXTQ18TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-2.06
FXTQ12TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-2.07
FXZQ18TBVJU

P1,P2

F1,F2

L1, L2 0.6A 1ph

BRC1E73

FC-2.08
FXTQ18TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-2.09
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.10
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

BS-2.2
BS12Q54TAVJ

A
B
C
D
E
F
G
H
I
J
K
L

OUT F1,F2

IN F1,F2

BS F1,F2

L1, L2 1.2A 1ph

FC-2.11
FXTQ24TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-2.12
FXZQ09TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.13
FXTQ30TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-2.14
FXTQ36TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-2.15
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.16
FXTQ36TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-2.17
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.18
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.19
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.20
FXTQ36TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-2.21
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.29
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

BS-2.3
BSF8Q54TVJ

A
B
C
D
E
F
G
H

OUT F1,F2

IN F1,F2

L1, L2 0.8A 1ph

FC-2.22
FXZQ09TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.23
FXTQ24TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-2.24
FXTQ18TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-2.25
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.26
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-2.27
FXTQ36TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-2.28
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

Drawing No
Date 08/17/2023

REYQ360AAYDA = REYQ192AAYDA + REYQ168AAYDA
VRV EMERION (460V)
Air cooled heat recovery
HPC-2.1

Title Wiring schematics
Project Santa Barbara New Probation Building (shared)

USA

Client

5/8x1 1/8x1 1/8 " 5/8x1 1/8x7/8 "

BHFP26P100U

A
REYQ192AAYDA

B
REYQ168AAYDA

HPC-2.1
REYQ360AAYDA

KHRP25M73TUA KHRP25M73TUA
BS-2.1

BS10Q54TAVJ

A

FC-2.01
FXZQ09TBVJU

B

FC-2.02
FXZQ09TBVJU

C

FC-2.03
FXZQ09TBVJU

D

FC-2.04
FXZQ07TBVJU

E

FC-2.05
FXTQ18TAVJUD

F

FC-2.06
FXTQ12TAVJUD

G

FC-2.07
FXZQ18TBVJU

H

FC-2.08
FXTQ18TAVJUD

I

FC-2.09
FXZQ07TBVJU

J

FC-2.10
FXZQ07TBVJU

BS-2.2
BS12Q54TAVJ

A

FC-2.11
FXTQ24TAVJUD

B

FC-2.12
FXZQ09TBVJU

C

FC-2.13
FXTQ30TAVJUD

D

FC-2.14
FXTQ36TAVJUD

E

FC-2.15
FXZQ07TBVJU

F

FC-2.16
FXTQ36TAVJUD

G

FC-2.17
FXZQ07TBVJU

H

FC-2.18
FXZQ07TBVJU

I

FC-2.19
FXZQ07TBVJU

J

FC-2.20
FXTQ36TAVJUD

K

FC-2.21
FXZQ07TBVJU

L

FC-2.29
FXZQ07TBVJU

BS-2.3
BSF8Q54TVJ

A

FC-2.22
FXZQ09TBVJU

B

FC-2.23
FXTQ24TAVJUD

C

FC-2.24
FXTQ18TAVJUD

D

FC-2.25
FXZQ07TBVJU

E

FC-2.26
FXZQ07TBVJU

F

FC-2.27
FXTQ36TAVJUD

G

FC-2.28
FXZQ07TBVJU

H

40.0 ft [7]
7/8 x

1 5/8 x
1 3/8 "

#4.1
35.0 ft [1]

7/8 x
1 5/8 x
1 1/8 "

#4.2

94.0 ft [3]
1/2 x
7/8 x
3/4 "#4.27

125.0 ft [3]
5/8 x

1 1/8 x
3/4 "

#4.3

54.0 ft [1]
3/4 x
1 1/8 x
1 1/8 "#4.14

30.0 ft [2]
1/4 x
1/2 "

#4.4

15.0 ft [2]
1/4 x
1/2 "

#4.5

25.0 ft [1]
1/4 x
1/2 "

#4.6

30.0 ft [1]
1/4 x
1/2 "

#4.7

10.0 ft [1]
1/4 x
1/2 "

#4.8

10.0 ft [1]
1/4 x
1/2 "

#4.9

50.0 ft [3]
1/4 x
1/2 "

#4.10

10.0 ft [1]
1/4 x
1/2 "

#4.11

70.0 ft [3]
1/4 x
1/2 "

#4.12

80.0 ft [3]
1/4 x
1/2 "

#4.13

80.0 ft [5]
3/8 x
5/8 "

#4.15

85.0 ft [4]
1/4 x
1/2 "

#4.16

32.0 ft [3]
3/8 x
5/8 "

#4.17

20.0 ft [3]
3/8 x
5/8 "

#4.18

42.0 ft [1]
1/4 x
1/2 "

#4.19

65.0 ft [2]
3/8 x
5/8 "

#4.20

30.0 ft [3]
1/4 x
1/2 "

#4.21

50.0 ft [4]
1/4 x
1/2 "

#4.22

40.0 ft [3]
1/4 x
1/2 "

#4.23

50.0 ft [3]
3/8 x
5/8 "

#4.24

53.0 ft [5]
1/4 x
1/2 "

#4.25

53.0 ft [3]
1/4 x
1/2 "

#4.26

34.0 ft [2]
1/4 x
1/2 "

#4.28

15.0 ft [1]
3/8 x
5/8 "

#4.29

15.0 ft [1]
1/4 x
1/2 "

#4.30

25.0 ft [2]
1/4 x
1/2 "

#4.31

30.0 ft [1]
1/4 x
1/2 "

#4.32

25.0 ft [1]
3/8 x
5/8 "

#4.33

50.0 ft [2]
1/4 x
1/2 "

#4.34

Drawing No
Date 08/17/2023

REYQ360AAYDA = REYQ192AAYDA + REYQ168AAYDA
VRV EMERION (460V)
Air cooled heat recovery
HPC-2.1

Title Piping schematics
Project Santa Barbara New Probation Building (shared)

USA

Client

REYQ168AAYDA

OUT F1,F2

IN F1,F2

HPC-3.1
REYQ168AAYDA L1, L2, L3 24.9A 3ph

to centralized controller

BS-3.1
BSF6Q54TVJA

B
C
D
E
F

OUT F1,F2

IN F1,F2

BS F1,F2

L1, L2 0.6A 1ph

FC-3.03
FXZQ12TBVJU

P1,P2

F1,F2

L1, L2 0.4A 1ph

BRC1E73

FC-3.04
FXTQ24TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-3.06
P1,P2

F1,F2

L1, L2 0.4A 1ph

BRC1E73

FC-3.07
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-3.08
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-3.09
FXZQ09TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

BS-3.2
BSF8Q54TVJ

A
B
C
D
E
F
G
H

OUT F1,F2

IN F1,F2

L1, L2 0.8A 1ph

FC-3.01
FXTQ12TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-3.02
FXZQ09TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-3.05
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-3.10
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-3.11
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

FC-3.12
FXTQ36TAVJUD

P1,P2

F1,F2

L1, L2 4.9A 1ph

BRC1E73

FC-3.13
FXZQ07TBVJU

P1,P2

F1,F2

L1, L2 0.3A 1ph

BRC1E73

Drawing No
Date 08/16/2023

REYQ168AAYDA
VRV EMERION (460V)
Air cooled heat recovery
HPC-3.1

Title Wiring schematics
Project Santa Barbara New Probation Building

USA

Client

FXZQ07TBVJU

HPC-3.1
REYQ168AAYDA

KHRP25M72TUA
BS-3.1

BSF6Q54TVJ

A

FC-3.03
FXZQ12TBVJU

B

FC-3.04
FXTQ24TAVJUD

C

FC-3.06

D

FC-3.07
FXZQ07TBVJU

E

FC-3.08
FXZQ07TBVJU

F

FC-3.09
FXZQ09TBVJU

BS-3.2
BSF8Q54TVJ

A

FC-3.01
FXTQ12TAVJUD

B

FC-3.02

C

FC-3.05
FXZQ07TBVJU

D

FC-3.10
FXZQ07TBVJU

E

FC-3.11
FXZQ07TBVJU

F

FC-3.12
FXTQ36TAVJUD

G

FC-3.13
FXZQ07TBVJU

H

15.0 ft
5/8 x

1 1/8 x
7/8 "

5.0 ft [1]
3/8 x
7/8 x
3/4 "

5.0 ft [1]
3/8 x
7/8 x
3/4 "

115.0 ft [4]
1/4 x
1/2 "

30.0 ft [2]
3/8 x
5/8 "

90.0 ft [4]
1/4 x
1/2 "

80.0 ft [3]
1/4 x
1/2 "

70.0 ft [3]
1/4 x
1/2 "

50.0 ft [3]
1/4 x
1/2 "

45.0 ft [2]
1/4 x
1/2 "

35.0 ft [1]
1/4 x
1/2 "

20.0 ft [1]
1/4 x
1/2 "

31.0 ft [4]
1/4 x
1/2 "

30.0 ft [4]
1/4 x
1/2 "

20.0 ft [4]
3/8 x
5/8 "

38.0 ft [3]
1/4 x
1/2 "

Drawing No
Date 08/16/2023

REYQ168AAYDA
VRV EMERION (460V)
Air cooled heat recovery
HPC-3.1

Title Piping schematics
Project Santa Barbara New Probation Building

USA

Client

FXZQ07TBVJU

FXZQ09TBVJU

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

MECHANICAL
VRF WIRING
AND PIPING
DIAGRAMS

M-0.0.105 HPC-2.1 WIRING & PIPING DIAGRAM6 HPC-3.1 WIRING & PIPING DIAGRAM

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



JACE Notes Sheet Notes

Spyder
Sylk Enhanced

PU
B6

43
8S

R

Spyder
Sylk Enhanced

PU
B4

02
4S

Spyder
Sylk Enhanced

PU
B4

02
4S

Spyder
Sylk Enhanced

PU
B4

02
4S

Spyder
Sylk Enhanced

PU
B4

02
4S

Spyder
Sylk Enhanced

PU
B4

02
4S

STAT STAT STAT

1
2

SUPERVISORY SCP SCHEMATIC DETAIL

Sheet Notes

Panel Components

2
2

PANEL DOOR LAYOUT

Control  Components

Sheet Notes

GEF-2

RA EA

1
4

GARAGE EXHAUST FAN CONTROL DETAIL 

GEF-1

RA EA

M
S

2
4

GARAGE EXHAUST FAN CONTROL DETAIL 

GJF-0.X

RA EA

4
4

GARAGE JET FAN CONTROL DETAIL 5
4

EXHAUST FAN CONTROL DETAIL

EF

EA

STAT

CEF-X

3
4

EXHAUST FAN CONTROL DETAIL 

CEF-X.X

FACTORY MOUNTED
2 SPEED CONTROL

Spyder
Sylk Enhanced

PUB6438SR

Panel  Components

Sheet Notes

Spyder
Sylk Enhanced

PUB4024S

Panel  Components

Sheet Notes

Spyder
Sylk Enhanced

PUB4024S

Panel  Components

1
6

ENERGY RECOVERY VENTILATION TCP SCHEMATIC DETAIL 1 

Sheet Notes

OSA

EA

OSA

EA

ERV-X

BLOWER A

BLOWER B

IN

IN

OUT

OUT

2
6

ENERGY RECOVERY VENTILATION CONTROL DETAIL 1 

Spyder
Sylk Enhanced

PUB4024S

Panel  Components

ENERGY RECOVERY VENTILATION TCP SCHEMATIC DETAIL 2 

Sheet Notes

OSA

EA

OSA

EA

ERV-X

BLOWER A

BLOWER B

IN

IN

OUT

OUT

ENERGY RECOVERY VENTILATION CONTROL DETAIL 2 

Spyder
Sylk Enhanced

PUB4024S

Panel  Components

ENERGY RECOVERY VENTILATION TCP SCHEMATIC DETAIL 3 

Sheet Notes

OSA

EA

OSA

EA

ERV-X

BLOWER A

BLOWER B

IN

IN

OUT

OUT

ENERGY RECOVERY VENTILATION CONTROL DETAIL 3 

Spyder
Sylk Enhanced

PUB4024S

Panel  Components

Sheet Notes

OSA

EA

OSA

EA

ERV-X

BLOWER A

BLOWER B

IN

IN

OUT

OUT

ENERGY RECOVERY VENTILATION CONTROL DETAIL 4 ENERGY RECOVERY VENTILATION TCP SCHEMATIC DETAIL 4 

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

MECHANICAL
CONTROL
DETAILS

M-0.0.111 LAN ARCHITECTURE DETAIL

6 ENERGY RECOVERY VENTILATOR TCP DETAIL

2 SUPERVISORY PANEL DETAILS

3 GARAGE EXHAUST FAN TCP DETAIL

4 EXHAUST FAN CONTROL DETAILS

5 GROUND FLOOR EXHAUST FAN TCP DETAIL

7 ENERGY RECOVERY VENTILATOR TCP DETAIL

8 ENERGY RECOVERY VENTILATOR TCP DETAIL

9 ENERGY RECOVERY VENTILATOR TCP DETAIL

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



FC-0.02
PUBLIC MEETING

ROOM

LOBBY

STORAGE

TRASH

ELEVATOR

EQUIP.

ELEV

STAIR 2

GEAR CHCK

GEAR STORAGE

EVIDENCE

FIRE ALARM

ELECTRICAL

IT STORAGE

UTIL CLERK

UTILITY STORAGE

PUBLIC RR

PUBLIC RR?

DS-0.1

DS-0.2

FC-0.01

DEDICATED

PARKING

PARKING

FC-1.06

FC-1.16

FC-1.09

DS-1.1

FC-1.20

FC-1.05

FC-1.04

FC-1.30

FC-1.29

FC-1.23

FC-1.31

RECEPTION

ADULT LOBBY

FIELD TRAINING

INTERVIEW

INTERVIEW

OFFICE

CONFERENCE

RM. 2

ADULT

SUPERVISION

CLASSROOM 2

CLASSROOM 1

TRAINING ROOM

ELEV

IT ELECTRICAL

STAIR 2

LOBBY

RR

STAFF RR

RR

INTERVIEW/

CONFERENCE

INTERVIEW

INTERVIEW

INTERVIEW

DRUG TEST

OFFICE

OFFICE

STAFF RR

ADULT SUP.

OFFICE

JUV. LOBBY

PRETRIAL

SUPERVISION

CUST.

ADULT SPECIAL

PROGRAMS

DAY SPACE

RR

OFFICE

PRRC MANAGER

COUNCIL

COUNCIL

RR

PRIVATE

PARTNER

RECEP

STORAGE

OFFICEOFFICE

DPO

WORKSTATIONS

RR

PP OFFICE

STORAGE

AOP

?

AOP

SUPERVISION

HALL

LOBBY

HALL

PASSAGE

HALL

FC-1.08

FC-1.18

FC-1.19

FC-1.17

FC-1.01

FC-1.21

FC-1.22

FC-1.02

FC-1.12

AOP

FC-1.07

FC-1.03

FC-1.11

FC-1.13

FC-1.14

FC-1.15

FC-1.25

FC-1.24

FC-1.26 FC-1.27

FC-1.28

M 33,682

B
R

A

NDON RODG

ER
S

MEC HA NICA L

EXP 6/30/23

R
E

G
IS

T
ER

EDPROFESSIONA LENG
IN

E
E

R

S

TA T E O F CA L IFORN
IA

689 Tank Farm Road, Ste 240
SLO, CA 93401

BMA JOB# 
OFF: (805) 544-4269

BMA Mechanical +

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

22147.00

C
:\

U
s
e

rs
\a

rt
n

\D
o

c
u
m

e
n

ts
\2

2
1

4
7
.0

0
_
B

M
A

 M
o

d
e

l_
R

2
2

_
2

0
2

3
.C

u
rr

e
n
t 
m

o
d

e
l_

a
rt

n
P

P
3

9
V

.r
v
t

M-0.1.0

MECHANICAL

HEAT/COOL

ZONE PLANS

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

Author

Checker

100% CONSTRUCTION
DOCUMENTS

1001 Garden St
Santa Barbara, CA 93101

SCALE: 3/32" = 1'-0"

GROUND FLOOR HEAT/COOL  ZONE PLAN1SCALE: 3/32" = 1'-0"

FIRST FLOOR HEAT/COOL ZONE PLAN2

GENERAL NOTES
1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 

is being utilized as a plenum and is an integral part of the overall building HVAC systems
2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements
3. Fan coil controller/thermostats locations shown on mechanical piping plans.
4. Each fan coil zone shall be interlocked with the zone's lighting occupancy sensors and shall 

run based on space occupancy in accordance with 2022 CEnC section 120.2(e)3: 
• Refer to electrical lighting control plans for number and location of occupancy sensors.
• Low voltage wiring by mechanical contractor from fan coil unit.
• Connect wire to auxilary relay to be programmed to be normally closed, provide with 5 

minute time delay.

Sequence of Operations for Fan Coils:
• Zone Unoccupied: Normally open relay in occupancy sensor will have the fan coil enable 

terminals disconnected when all occupancy sensors in the zone detect the space as 
unoccupied. 

• Zone Occupied: When any occupancy sensor detects a person, it will close the circuit for 
the fan coil enable terminals. The flow of current through the terminals will place the unit in 
occupied mode.
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SCALE: 3/32" = 1'-0"

THIRD FLOOR HEAT/COOL ZONE PLAN4 SCALE: 3/32" = 1'-0"

SECOND FLOOR HEAT/COOL ZONE PLAN3

GENERAL NOTES
1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 

is being utilized as a plenum and is an integral part of the overall building HVAC systems
2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements
3. Fan coil controller/thermostats locations shown on mechanical piping plans.
4. Each fan coil zone shall be interlocked with the zone's lighting occupancy sensors and shall 

run based on space occupancy in accordance with 2022 CEnC section 120.2(e)3: 
• Refer to electrical lighting control plans for number and location of occupancy sensors.
• Low voltage wiring by mechanical contractor from fan coil unit.
• Connect wire to auxilary relay to be programmed to be normally closed, provide with 5 

minute time delay.

Sequence of Operations for Fan Coils:
• Zone Unoccupied: Normally open relay in occupancy sensor will have the fan coil enable 

terminals disconnected when all occupancy sensors in the zone detect the space as 
unoccupied. 

• Zone Occupied: When any occupancy sensor detects a person, it will close the circuit for 
the fan coil enable terminals. The flow of current through the terminals will place the unit in 
occupied mode.

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024
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SCALE: 3/32" = 1'-0"

GROUND FLOOR VENTILATION ZONE PLAN1SCALE: 3/32" = 1'-0"

FIRST FLOOR VENTILATION ZONE PLAN2

GENERAL NOTES
1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 

is being utilized as a plenum and is an integral part of the overall building HVAC systems
2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements
3. The following symbol denotes a 14x10 opening between studs above the ceiling line to allow 

the passage of air within the ceiling plenum: 

4. Each ERV zone shall be interlocked with the zone's lighting occupancy sensors and shall run 
based on space occupancy in accordance with 2022 CEnC section 120.1(d)5: 
• Refer to electrical lighting control plans for number and location of occupancy sensors.
• Low voltage wiring by mechanical contractor from energy recovery unit.
• Connect wire to auxilary relay to be programmed to be normally open, provide with 5 

minute time delay.

Sequence of Operations for Energy Recovery Ventilators:
• Zone Unoccupied: Normally open relay in occupancy sensor will have the fan enable 

terminals disconnected when all occupancy sensors in the zone detect the space as 
unoccupied. 

• Zone Occupied: When any occupancy sensor detects a person, it will close the circuit for 
the fan enable terminals. The flow of current through the terminals will place the unit in 
occupied mode.
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SCALE: 3/32" = 1'-0"

SECOND FLOOR VENTILATION ZONE PLAN1SCALE: 3/32" = 1'-0"

MECHANICAL THIRD FLOOR ERV ZONE PLAN2

GENERAL NOTES
1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 

is being utilized as a plenum and is an integral part of the overall building HVAC systems
2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements
3. The following symbol denotes a 14x10 opening between studs above the ceiling line to allow 

the passage of air within the ceiling plenum:

4. Each ERV zone shall be interlocked with the zone's lighting occupancy sensors and shall run 
based on space occupancy in accordance with 2022 CEnC section 120.1(d)5: 
• Refer to electrical lighting control plans for number and location of occupancy sensors.
• Low voltage wiring by mechanical contractor from energy recovery unit.
• Connect wire to auxilary relay to be programmed to be normally open, provide with 5 

minute time delay.

Sequence of Operations for Energy Recovery Ventilators:
• Zone Unoccupied: Normally open relay in occupancy sensor will have the fan enable 

terminals disconnected when all occupancy sensors in the zone detect the space as 
unoccupied. 

• Zone Occupied: When any occupancy sensor detects a person, it will close the circuit for 
the fan enable terminals. The flow of current through the terminals will place the unit in 
occupied mode.
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SCALE: 3/32" = 1'-0"

MECHANICAL OVERALL GROUND FLOOR PLAN1

GENERAL NOTES

ZONE PLAN

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 
3. Refer to electrical for all information related to electric vehicle chargers/charging. Per the 

charger manufacturer – no specialized ventilation is required. Contractor(s) to coordinate 
during construction to ensure that submitted/installed chargers DO NOT require specialized 
ventilation.  
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SCALE: 1/4" = 1'-0"

MECHANICAL ENLARGED GROUND FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

1. Outdoor Heat Pump Condenser:
• Ensure clearances shown are maintained when installing unit. 
• Route refrigerant pipe via most direct path to associated indoor fan coils, or as shown. 
• Provide 24ga. sheet metal ducting for refrigerant pipe exposed to weather.  
• Refer to 18/M-0.0.6 for refrigerant pipe through wall detail.

2. Vertical positioned fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA duct connection
• Provide lined connection size plenum ahead of transition(s) at SA
• Provide approximately 24x24 lined RA plenum below unit as shown
• Provide condensate drain(s) – refer to plumbing

3. Suspended branch selector box
4. Typical linear slot diffuser:

• Refer to manufacturer installation instructions for border type specified – installation 
requires coordination with drywall contractor for finish

• Provide field fabricated, lined plenum box sized to meet diffuser requirements. 
Provide ½” closed cell liner at plenum boxes. 

• Provide with spin-in collar sized to match branch duct size indicated. Adjust plenum 
depth/height as needed to accommodate collar/duct connection

• Provide cable-operated volume damper on SA linear diffusers as needed to facilitate 
balancing – adjustment point to be accessible through grille face for balancing, and 
tucked out of sight as part of final work

5. Typical diffuser connection:
• Refer to detail 19/M-0.0.6, or 20/M-0.0.6 according to duct and ceiling conditions

6. Typical manual volume damper:
• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited

7. Fire damper at rated wall:
• Refer to detail 38/M-0.0.8  
• Damper access via provided access panels
• Provide duct access panel adjacent to damper for access to damper internals for 

service – access panel to be labeled “FIRE DAMPER ACCESS”
8. Combination fire smoke damper at rated wall:

• Refer to detail 37/M-0.0.8 – note, damper is provided with duct-smoke detector 
• Damper event/trigger shall de-energize FC-0.02
• Damper access via t-bar ceiling panels
• Provide labeling at ceiling tile planned to be used for access – labeling by 

Mechanical – labeling to read “Fire Smoke Damper – XX.XX.XX”. Coordinate device 
ID/address with the integrator/fire-alarm contractor 

• Provide duct access panel adjacent to damper for access to damper internals for 
service – access panel to be labeled “FIRE SMOKE DAMPER ACCESS”

9. Barometric relief damper:
· Model to be Greenheck BR-30.
· Properly sized for duct, set to open at 0.03 in. of W.C.

FC-0.02 300

FC-0.01 425

MARK
OA AIRFLOW

(CFM)
NOTES

MECHANICAL VENTILATION - LEVEL 0A

SCALE: 1/4" = 1'-0"

ELEVATION - FC-0.01A

SCALE: 1/4" = 1'-0"

ELEVATION - FC-0.02B

1

1

1

1

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024
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SCALE: 1/8" = 1'-0"

MECHANICAL ENLARGED GARAGE FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

1. Horizontal suspended garage exhaust fan:
• Horizontal inline, vane-axial fan
• Provide flexible connection at inlet/outlet
• Maintain manufacturer’s required clearance(s) and access requirements for service
• Garage exhaust system controller/audible-visible alarm system – refer to detail X/Mx

2. Garage Jet Fan:
• Centrifugal jet fan for fresh-air injection/circulation/mixing
• Ensure fan placement as shown
• Unit mounted directly to bottom of roof deck
• Maintain manufacturer’s required clearance(s) and access requirements for service
• Garage exhaust system controller/audible-visible alarm system – refer to detail X/Mx

3. Overhead exposed flat-oval duct:
• Support tight to structure – refer to 28/M-0.0.7
• Provide 2”, 4pcf acoustic duct liner for 10’ at inlet/outlet of fan. Terminate liner with SM 

closure angle and mastic – do not leave a raw edge – [Liner to be Johns Manville 
Linacoustic RC acoustic duct liner, or equal]

4. Spiral mount grille:
• Install at midpoint of radius duct face

5. Highwall ductless fancoil:
• All refrigeration piping is to enter/exit unit within the wall – concealed
• Condensate piping is to exit unit within the wall – concealed
• Coordinate with electrical to ensure all wiring is concealed within the wall

Mechanical Ventilation Requirements Per CMC Table 403.7 ( ASHRAE Standard 62.1 Table 6-4)

Area Served EF-# Area (sq ft)
Exhaust Fan
(cfm/ ft sq) Req'd Airflow Actual Airflow Run Time

PARKING 017 GEF-1 7,011 0.75 5,258 5,500 CONSTANT

SECURE PARKING 018 GEF-1 4,905 0.75 3,679 3,750 CONSTANT

BIKE PARKING GEF-2 2,106 0.75 1,580 1,750 CONSTANT

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024
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SCALE: 3/32" = 1'-0"

MECHANICAL OVERALL FIRST FLOOR PLAN1

GENERAL NOTES

ZONE PLAN

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements  

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



.

FC - 1.04

9.1 15.115

G

J

L

K.1

13

K

14

H

1011 12 13.1 14.1

FC - 1.01

FC - 1.02FC - 1.03

ERV - 1.1

2
6
x
1

2
16x20

L1
500 CFM

OAI

6x36
675 CFM

S5

6ø 4ø

6
ø

4
ø

26x12

1

22

2

3

5

7

ADULT SPECIAL

PROGRAMS

131

OFFICE

134

OFFICE

132

PASSAGE

128
CONFERENCE

RM. 2

130

12ø

1
2
ø

12ø

12ø

16x20
L1

425 CFM
EA

6x36
675 CFM

S5

6x36
675 CFM

S5

22x22
R1

1725 CFM

10ø

DSD

1
4
x
1

0

PRETRIAL

SUPERVISION

133

AREA OF WORK

M-1.1.2

M-1.1.1

M-1.1.3

M-1.1.4

M-1.1.5

M 33,682

B
R

A

NDON RODG

ER
S

MEC HA NICA L

EXP 6/30/23

R
E

G
IS

T
ER

EDPROFESSIONA LENG
IN

E
E

R

S

TA T E O F CA L IFORN
IA

689 Tank Farm Road, Ste 240
SLO, CA 93401

BMA JOB# 
OFF: (805) 544-4269

BMA Mechanical +

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

285 NORTH VENTURA AVE,

SUITE 102

VENTURA, CA 93003

P805.626.5330

www.RNTarchitects.com

A
ll 

id
e

a
s,

 a
rr

a
n

g
e

m
e

n
ts

 a
n

d
 p

la
n

s 
in

d
ic

a
te

d
 o

r 
re

p
re

se
n

te
d

 b
y
 t

h
is

 d
ra

w
in

g
 a

re
 o

w
n

e
d

 b
y
, 
a

n
d

 t
h

e
 p

ro
p

e
rt

y
 o

f,
 R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
a

n
d

 w
e

re
 c

re
a

te
d

, 
e

v
o

lv
e

d
, 
a

n
d

 d
e

v
e

lo
p

e
d

 f
o

r 
u

se
 o

n
 a

n
d

 in
 c

o
n

n
e

c
ti
o

n
 w

it
h

 t
h

e
 p

ro
je

c
t.

 N
o

n
e

 o
f 

su
c

h
 id

e
a

s,
 a

rr
a

n
g

e
m

e
n

ts
, 
o

r 
p

la
n

s 
sh

a
ll 

b
e

 u
se

d
 b

y
 o

r 
d

is
c

lo
se

d
 t

o
 

a
n

y
 p

e
rs

o
n

, 
fi
rm

, 
o

r 
c

o
rp

o
ra

ti
o

n
 f

o
r 

a
n

y
 p

u
rp

o
se

 w
h

a
ts

o
e

v
e

r 
w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 p
e

rm
is

si
o

n
 o

f 
R

o
e

sl
in

g
 N

a
k
a

m
u

ra
 T

e
ra

d
a

 A
rc

h
it
e

c
ts

, 
In

c
. 
 F

ili
n

g
 o

f 
th

e
se

 d
ra

w
in

g
s 

o
r 

a
p

p
lic

a
ti
o

n
s 

w
it
h

 a
n

y
 p

u
b

lic
 a

g
e

n
c

y
 is

 n
o

t 
a

 p
u

b
lic

a
ti
o

n
 o

f 
sa

m
e

. 
 N

o
 r

e
p

ro
d

u
c

ti
o

n
 is

th
e

re
fo

re
 p

e
rm

is
si

b
le

 w
it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

R
N

T.

22147.00

C
:\

U
s
e

rs
\a

rt
n

\D
o

c
u
m

e
n

ts
\2

2
1

4
7
.0

0
_
B

M
A

 M
o

d
e

l_
R

2
2

_
2

0
2

3
.C

u
rr

e
n
t 
m

o
d

e
l_

a
rt

n
P

P
3

9
V

.r
v
t

M-1.1.1

MECHANICAL

ENLARGED

FIRST FLOOR

PLAN

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

Author

Checker

100% CONSTRUCTION
DOCUMENTS

1001 Garden St
Santa Barbara, CA 93101

SCALE: 1/4" = 1'-0"

MECHANICAL ENLARGED FIRST FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

1. Horizontal suspended ERV:
• Provide flexible connections at all duct connections 

2. Ceiling cassette fancoil:
• Connect ventilation/OA duct as indicated
• Balance OA to match ventilation schedule

3. Horizontal suspended fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA/RA duct connections
• Provide lined connection size plenum at SA connection ahead of transition
• RA opening to fancoil is to remain unobstructed for free circulation to the ceiling 

plenum
• Balance OA to match ventilation schedule 
• Provide condensate drain(s) – refer to plumbing

4. Suspended branch selector box
5. Typical linear slot diffuser:

• Refer to manufacturer installation instructions for border type specified – installation 
requires coordination with drywall contractor for finish

• Provide field fabricated, lined plenum box sized to meet diffuser requirements. 
Provide ½” closed cell liner at plenum boxes. 

• Provide with spin-in collar sized to match branch duct size indicated. Adjust plenum 
depth/height as needed to accommodate collar/duct connection

• Provide cable-operated volume damper on SA linear diffusers as needed to facilitate 
balancing – adjustment point to be accessible through grille face for balancing, and 
tucked out of sight as part of final work

6. Typical diffuser connection:
• Refer to detail 19/M-0.0.6, or 20/M-0.0.6 according to duct and ceiling conditions

7. Typical manual volume damper:
• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited 

FC-1.04 75

FC-1.03 25

FC-1.02 25

FC-1.01 325

MARK OA AIRFLOW (CFM) NOTES

MECHANICAL VENTILATION - LEVEL 1A

No. Description Date
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2 PCC#2 01/22/2024
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SCALE: 1/4" = 1'-0"

MECHANICAL ENLARGED FIRST FLOOR PLAN1

GENERAL NOTES

KEY 
PLAN

REFERENCE NOTES

FC-1.17 125

FC-1-15 25

FC-1.14 25

FC-1.13 25

FC-1.12 25

FC-1.09 400

FC-1.08 25

FC-1.07 25

FC-1.06 250

FC-1.05 25

MARK OA AIRFLOW (CFM) NOTES

MECHANICAL VENTILATION - LEVEL 1B

1. Horizontal suspended ERV:
• Provide flexible connections at all duct connections 

2. Ceiling cassette fancoil:
• Connect ventilation/OA duct as indicated
• Balance OA to match ventilation schedule

3. Horizontal suspended fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA/RA duct connections
• Provide lined connection size plenum at SA connection ahead of transition
• RA opening to fancoil is to remain unobstructed for free circulation to the ceiling 

plenum
• Balance OA to match ventilation schedule 
• Provide condensate drain(s) – refer to plumbing

4. Suspended branch selector box
5. Typical linear slot diffuser:

• Refer to manufacturer installation instructions for border type specified – installation 
requires coordination with drywall contractor for finish

• Provide field fabricated, lined plenum box sized to meet diffuser requirements. 
Provide ½” closed cell liner at plenum boxes. 

• Provide with spin-in collar sized to match branch duct size indicated. Adjust plenum 
depth/height as needed to accommodate collar/duct connection

• Provide cable-operated volume damper on SA linear diffusers as needed to facilitate 
balancing – adjustment point to be accessible through grille face for balancing, and 
tucked out of sight as part of final work

6. Typical diffuser connection:
• Refer to detail 19/M-0.0.6, or 20/M-0.0.6 according to duct and ceiling conditions

7. Typical manual volume damper:
• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited 

8. Combination fire smoke damper at framed shaft wall:
• Refer to detail 37/M-0.0.8 – note, damper is provided with duct-smoke detector 
• Damper event/trigger shall de-energize ERV-1.2
• Damper access via t-bar ceiling panels
• Provide labeling at ceiling tile planned to be used for access – labeling by 

Mechanical – labeling to read “Fire Smoke Damper – XX.XX.XX”. Coordinate device 
ID/address with the integrator/fire-alarm contractor 

• Provide duct access panel adjacent to damper for access to damper internals for 
service – access panel to be labeled “FIRE SMOKE DAMPER ACCESS”

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024
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SCALE: 1/4" = 1'-0"

MECHANICAL ENLARGED FIRST FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES
1. Horizontal suspended ERV:

• Provide flexible connections at all duct connections 
2. Ceiling cassette fancoil:

• Connect ventilation/OA duct as indicated
• Balance OA to match ventilation schedule

3. Horizontal suspended fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA/RA duct connections
• Provide lined connection size plenum at SA connection ahead of transition
• RA opening to fancoil is to remain unobstructed for free circulation to the ceiling 

plenum
• Balance OA to match ventilation schedule 
• Provide condensate drain(s) – refer to plumbing

4. Highwall ductless fancoil:
• All refrigeration piping is to enter/exit unit within the wall – concealed
• Condensate piping is to exit unit within the wall – concealed
• Coordinate with electrical to ensure all wiring is concealed within the wall

5. Typical linear slot diffuser:
• Refer to manufacturer installation instructions for border type specified – installation 

requires coordination with drywall contractor for finish
• Provide field fabricated, lined plenum box sized to meet diffuser requirements. 

Provide ½” closed cell liner at plenum boxes. 
• Provide with spin-in collar sized to match branch duct size indicated. Adjust plenum 

depth/height as needed to accommodate collar/duct connection
• Provide cable-operated volume damper on SA linear diffusers as needed to facilitate 

balancing – adjustment point to be accessible through grille face for balancing, and 
tucked out of sight as part of final work

6. Typical diffuser connection:
• Refer to detail 19/M-0.0.6, or 20/M-0.0.6 according to duct and ceiling conditions

7. Typical manual volume damper:
• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited 

8. Exhaust louver from garage below – provide ½ stainless steel hardware cloth at back of 
louver

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

DS-1.1 25

FC-1.20 25

FC-1.19 250

FC-1.18 25

FC-1.16 25

FC-1.11 25

MARK OA AIRFLOW (CFM) NOTES

MECHANICAL VENTILATION - LEVEL 1C

1

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024
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MECHANICAL ENLARGED FIRST FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES
1. Horizontal suspended ERV:

• Provide flexible connections at all duct connections 
2. Ceiling cassette fancoil:

• Connect ventilation/OA duct as indicated
• Balance OA to match ventilation schedule

3. Horizontal suspended fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA/RA duct connections
• Provide lined connection size plenum at SA connection ahead of transition
• RA opening to fancoil is to remain unobstructed for free circulation to the ceiling 

plenum
• Balance OA to match ventilation schedule 
• Provide condensate drain(s) – refer to plumbing

4. Typical linear slot diffuser:
• Refer to manufacturer installation instructions for border type specified – installation 

requires coordination with drywall contractor for finish
• Provide field fabricated, lined plenum box sized to meet diffuser requirements. 

Provide ½” closed cell liner at plenum boxes. 
• Provide with spin-in collar sized to match branch duct size indicated. Adjust plenum 

depth/height as needed to accommodate collar/duct connection
• Provide cable-operated volume damper on SA linear diffusers as needed to facilitate 

balancing – adjustment point to be accessible through grille face for balancing, and 
tucked out of sight as part of final work

5. Typical manual volume damper:
• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited  

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

FC-1.27 100

FC-1.26 25

FC-1.25 25

FC-1.24 25

FC-1.23 50

FC-1.22B 150

FC-1.22A 175

FC-1.21B 100

FC-1.21A 75

MARK OA AIRFLOW (CFM) NOTES

MECHANICAL VENTILATION - LEVEL 1D
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MECHANICAL ENLARGED FIRST FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES

FC-1.31 25

FC-1.30 600

FC-1.29 125

FC-1.28 125

MARK OA AIRFLOW (CFM) NOTES

MECHANICAL VENTILATION - LEVEL 1E

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

1. Horizontal suspended ERV:
• Provide flexible connections at all duct connections 

2. Ceiling cassette fancoil:
• Connect ventilation/OA duct as indicated
• Balance OA to match ventilation schedule

3. Horizontal suspended fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA/RA duct connections
• Provide lined connection size plenum at SA connection ahead of transition
• RA opening to fancoil is to remain unobstructed for free circulation to the ceiling 

plenum
• Balance OA to match ventilation schedule 
• Provide condensate drain(s) – refer to plumbing

4. Suspended branch selector box
5. Typical linear slot diffuser:

• Refer to manufacturer installation instructions for border type specified – installation 
requires coordination with drywall contractor for finish

• Provide field fabricated, lined plenum box sized to meet diffuser requirements. 
Provide ½” closed cell liner at plenum boxes. 

• Provide with spin-in collar sized to match branch duct size indicated. Adjust plenum 
depth/height as needed to accommodate collar/duct connection

• Provide cable-operated volume damper on SA linear diffusers as needed to facilitate 
balancing – adjustment point to be accessible through grille face for balancing, and 
tucked out of sight as part of final work

6. Typical diffuser connection:
• Refer to detail 19/M-0.0.6, or 20/M-0.0.6 according to duct and ceiling conditions

7. Typical manual volume damper:
• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited 

8. Fire damper at rated wall:
• Refer to detail 38/M-0.0.8  
• Damper access via provided access panels
• Provide duct access panel adjacent to damper for access to damper internals for 

service – access panel to be labeled “FIRE DAMPER ACCESS”

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024
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SCALE: 1/8" = 1'-0"

MECHANICAL OVERALL SECOND FLOOR PLAN1

GENERAL NOTES

ZONE PLAN

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 
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SCALE: 1/4" = 1'-0"

MECHANICAL ENLARGED SECOND FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

1. Horizontal suspended ERV:
• Provide flexible connections at all duct connections 

2. Ceiling cassette fancoil:
• Connect ventilation/OA duct as indicated
• Balance OA to match ventilation schedule

3. Horizontal suspended fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA/RA duct connections
• Provide lined connection size plenum at SA connection ahead of transition
• RA opening to fancoil is to remain unobstructed for free circulation to the ceiling 

plenum
• Balance OA to match ventilation schedule 
• Provide condensate drain(s) – refer to plumbing

4. Suspended branch selector box
5. Typical diffuser connection:

• Refer to detail 19/M-0.0.6, or 20/M-0.0.6 according to duct and ceiling conditions
6. Typical manual volume damper:

• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited 

FC-2.08 100

FC-2.07 150

FC-2.06 75

FC-2.05 100

FC-2.04 25

FC-2.03 50

FC-2.02 50

FC-2.01 25

MARK OA AIRFLOW (CFM) NOTES

MECHANICAL VENTILATION - LEVEL 2A
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SCALE: 1/4" = 1'-0"

MECHANICAL ENLARGED SECOND FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

1. Horizontal suspended ERV:
• Provide flexible connections at all duct connections 

2. Ceiling cassette fancoil:
• Connect ventilation/OA duct as indicated
• Balance OA to match ventilation schedule

3. Horizontal suspended fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA/RA duct connections
• Provide lined connection size plenum at SA connection ahead of transition
• RA opening to fancoil is to remain unobstructed for free circulation to the ceiling 

plenum
• Balance OA to match ventilation schedule 
• Provide condensate drain(s) – refer to plumbing

4. Suspended branch selector box
5. Typical linear slot diffuser:

• Refer to manufacturer installation instructions for border type specified – installation 
requires coordination with drywall contractor for finish

• Provide field fabricated, lined plenum box sized to meet diffuser requirements. 
Provide ½” closed cell liner at plenum boxes. 

• Provide with spin-in collar sized to match branch duct size indicated. Adjust plenum 
depth/height as needed to accommodate collar/duct connection

• Provide cable-operated volume damper on SA linear diffusers as needed to facilitate 
balancing – adjustment point to be accessible through grille face for balancing, and 
tucked out of sight as part of final work

6. Typical diffuser connection:
• Refer to detail 19/M-0.0.6, or 20/M-0.0.6 according to duct and ceiling conditions

7. Typical manual volume damper:
• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited 

8. Combination fire smoke damper at framed shaft wall:
• Refer to detail 37/M-0.0.8 – note, damper is provided with duct-smoke detector 
• Damper event/trigger shall de-energize ERV-2.2
• Damper access via t-bar ceiling panels
• Provide labeling at ceiling tile planned to be used for access – labeling by 

Mechanical – labeling to read “Fire Smoke Damper – XX.XX.XX”. Coordinate device 
ID/address with the integrator/fire-alarm contractor 

• Provide duct access panel adjacent to damper for access to damper internals for 
service – access panel to be labeled “FIRE SMOKE DAMPER ACCESS”

FC-2.29 25

FC-2.16 200

FC-2.15 25

FC-2.14 225

FC-2.13 175

FC-2.12 25

FC-2.11 150

FC-2.10 25

FC-2.09 25

MARK OA AIRFLOW (CFM) NOTES

MECHANICAL VENTILATION - LEVEL 2B
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SCALE: 1/4" = 1'-0"

MECHANICAL ENLARGED SECOND FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

1. Horizontal suspended ERV:
• Provide flexible connections at all duct connections 

2. Ceiling cassette fancoil:
• Connect ventilation/OA duct as indicated
• Balance OA to match ventilation schedule

3. Horizontal suspended fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA/RA duct connections
• Provide lined connection size plenum at SA connection ahead of transition
• RA opening to fancoil is to remain unobstructed for free circulation to the ceiling 

plenum
• Balance OA to match ventilation schedule 
• Provide condensate drain(s) – refer to plumbing

4. Suspended branch selector box
5. Highwall ductless fancoil:

• All refrigeration piping is to enter/exit unit within the wall – concealed
• Condensate piping is to exit unit within the wall – concealed
• Coordinate with electrical to ensure all wiring is concealed within the wall

6. Typical linear slot diffuser:
• Refer to manufacturer installation instructions for border type specified – installation 

requires coordination with drywall contractor for finish
• Provide field fabricated, lined plenum box sized to meet diffuser requirements. 

Provide ½” closed cell liner at plenum boxes. 
• Provide with spin-in collar sized to match branch duct size indicated. Adjust plenum 

depth/height as needed to accommodate collar/duct connection
• Provide cable-operated volume damper on SA linear diffusers as needed to facilitate 

balancing – adjustment point to be accessible through grille face for balancing, and 
tucked out of sight as part of final work

7. Typical diffuser connection:
• Refer to detail 19/M-0.0.6, or 20/M-0.0.6 according to duct and ceiling conditions

8. Typical manual volume damper:
• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited 
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FC-2.17 25

MARK OA AIRFLOW (CFM) NOTES

MECHANICAL VENTILATION - LEVEL 2C
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SCALE: 1/8" = 1'-0"

MECHANICAL ENLARGED SECOND FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

1. Horizontal suspended ERV:
• Provide flexible connections at all duct connections 

2. Ceiling cassette fancoil:
• Connect ventilation/OA duct as indicated
• Balance OA to match ventilation schedule

3. Horizontal suspended fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA/RA duct connections
• Provide lined connection size plenum at SA connection ahead of transition
• RA opening to fancoil is to remain unobstructed for free circulation to the ceiling 

plenum
• Balance OA to match ventilation schedule 
• Provide condensate drain(s) – refer to plumbing

4. Suspended branch selector box
5. Typical linear slot diffuser:

• Refer to manufacturer installation instructions for border type specified – installation 
requires coordination with drywall contractor for finish

• Provide field fabricated, lined plenum box sized to meet diffuser requirements. 
Provide ½” closed cell liner at plenum boxes. 

• Provide with spin-in collar sized to match branch duct size indicated. Adjust plenum 
depth/height as needed to accommodate collar/duct connection

• Provide cable-operated volume damper on SA linear diffusers as needed to facilitate 
balancing – adjustment point to be accessible through grille face for balancing, and 
tucked out of sight as part of final work

6. Typical diffuser connection:
• Refer to detail 19/M-0.0.6, or 20/M-0.0.6 according to duct and ceiling conditions

7. Typical manual volume damper:
• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited 
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MECHANICAL OVERALL THIRD FLOOR PLAN1

GENERAL NOTES

ZONE PLAN

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 
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SCALE: 1/4" = 1'-0"

MECHANICAL ENLARGED THIRD FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 

1. Horizontal suspended ERV:
• Provide flexible connections at all duct connections 

2. Ceiling cassette fancoil:
• Connect ventilation/OA duct as indicated
• Balance OA to match ventilation schedule

3. Horizontal suspended fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA/RA duct connections
• Provide lined connection size plenum at SA connection ahead of transition
• RA opening to fancoil is to remain unobstructed for free circulation to the ceiling 

plenum
• Balance OA to match ventilation schedule 
• Provide condensate drain(s) – refer to plumbing

4. Suspended branch selector box
5. Typical linear slot diffuser:

• Refer to manufacturer installation instructions for border type specified – installation 
requires coordination with drywall contractor for finish

• Provide field fabricated, lined plenum box sized to meet diffuser requirements. 
Provide ½” closed cell liner at plenum boxes. 

• Provide with spin-in collar sized to match branch duct size indicated. Adjust plenum 
depth/height as needed to accommodate collar/duct connection

• Provide cable-operated volume damper on SA linear diffusers as needed to facilitate 
balancing – adjustment point to be accessible through grille face for balancing, and 
tucked out of sight as part of final work

6. Typical diffuser connection:
• Refer to detail 19/M-0.0.6, or 20/M-0.0.6 according to duct and ceiling conditions

7. Typical manual volume damper:
• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited 

FC-3.13 25

FC-3.12 175

FC-3.11 50

FC-3.10 50

FC-3.09 25

FC-3.08 25

FC-3.07 25

FC-3.06 50

FC-3.05 25

FC-3.04 125

FC-3.03 150

FC-3.02 25

FC-3.01 175

MARK OA AIRFLOW (CFM) NOTES

MECHANICAL VENTILATION - LEVEL 3A

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024
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SCALE: 1/4" = 1'-0"

MECHANICAL ENLARGED THIRD FLOOR PLAN1

GENERAL NOTES

KEY PLAN

REFERENCE NOTES

1. ALL CONTRACTORS SHALL BE MADE AWARE - The ceiling cavity throughout this building 
is being utilized as a plenum and is an integral part of the overall building HVAC systems

2. Refer to “CEILING PLENUM NOTES” on M-0.0.0 for additional information/requirements 
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1. Ceiling cassette fancoil:
• Connect ventilation/OA duct as indicated
• Balance OA to match ventilation schedule on overall plan

2. Horizontal suspended fancoil:
• Maintain manufacturer service clearances indicated
• Maintain filter access/serviceability 
• Provide flexible connection at SA/RA duct connections
• Provide lined connection size plenum at SA connection ahead of transition
• RA opening at fancoil is to remain unobstructed for free circulation to the ceiling 

plenum 
• Balance OA to match ventilation schedule on overall plan
• Provide condensate drain(s) – refer to plumbing

3. Highwall ductless fancoil:
• All refrigeration piping is to enter/exit unit within the wall – concealed
• Condensate piping is to exit unit within the wall – concealed
• Coordinate with electrical to ensure all wiring is concealed within the wall

4. Typical manual volume damper:
• Refer to detail 22/M-0.0.6 or 23/M-0.0.6 according to duct condition
• Refer to detail 24/M-0.0.6 for cable operated damper where damper access is limited 

5. Roof mounted VRF condensing unit:
• Coordinate rooftop piping layout with equipment layout

6. Roof mounted 1:1 condensing unit:
• Route refrigerant lines via most direct path to associated indoor unit
• Coordinate rooftop piping layout with equipment layout

7. VRF System lineset(s):
• Support linesets per 32/M0.0.7
• Refer to 18/M-0.0.6 for lineset/wall penetration
• Refer to 5/M-0.0.5 for lineset/roof penetration 
• Route linesets straight and level
• All rooftop refrigerant piping is to be protected/provided with a 24ga, galvanized sheet 

metal [inverted] gutter from POC at HPC/CU, to POE at face of building
• Route linesets via most direct path to associated indoor branch selector box

8. Split System lineset(s):
• Support linesets per 32/M0.0.7
• Refer to 18/M-0.0.6 for lineset/wall penetration
• Refer to 5/M-0.0.5 for lineset/roof penetration 
• Route linesets straight and level
• All rooftop refrigerant piping is to be protected/provided with a 24ga, galvanized sheet 

metal [inverted] gutter from POC at HPC/CU, to POE at face of building
• Route linesets via most direct path to associated indoor unit

FC-3.13 25

MARK OA AIRFLOW (CFM) NOTES

MECHANICAL VENTILATION - LEVEL 3B

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024
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SCALE: 3/32" = 1'-0"

MECHANICAL OVERALL ROOF PLAN1

GENERAL NOTES

1

SPECIFICATION 2300013  SECTION 2.20  EQUIPMENT IDENTIFICATION TAGS:
A. Major pieces of equipment shall include, but are not limited to: water heaters, air conditioners, 

unit heaters, supply and exhaust fans, and shall be tagged.
1. Tags shall be 2" x 2" x 1/8" thick Formica/plastic engraving stock beveled on both sides 

and with two 3/16" diameter holes near the top uppermost tag corners.
2. Tags shall be white with 3/8" high red engraved letters.
3. Tags shall be attached to the equipment with bolts, screws or chains as per valves.
4. Tags shall have the following information:

A. Equipment number and nomenclature corresponding to the information on the 
mechanical contract drawings, electrical panel number, breaker number, and where 
multiple systems are installed in a building, equipment tagging shall include the space 
or area served.

B. Examples:

WATER HEATER
WH-1
FIRST FLOOR

EXHAUST FAN
EF-2
KITCHEN 101

AIR CONDITIONER
AC-3
2ND FLOOR OFFICE - EAST

2

No. Description Date

1 PCC#1 09/25/2023

2 PCC#2 01/22/2024
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GENERAL NOTES

REFERENCE NOTES

SCALE: 1/4" = 1'-0"

MECHANICAL GROUND FLOOR PIPING PLAN

1. Certain piping shown as single-line for clarity – piping runs may consist of both liquid and 
suction lines – refer to VRF system piping diagrams for more information

2. All refrigerant piping is to be installed as tightly to the underside of the overhead structure as 
possible. Coordinate installation prior to other trades – G.C. TO COORDINATE AS 

NEEDED – MECHANICAL CONTRACTOR TO PROVIDE NOTICE AS NEEDED

3. Refer to 1/M-0.0.9 for VRF system piping and wiring diagrams:
• Pipe sizing indicated in system piping diagrams
• Control wiring diagrams depicted in wiring diagrams (mechanical scope)
• Input power to each device depicted in wiring diagrams (electrical scope)

4. Typical for all VRF System lineset(s):
• Support linesets per 33/M-0.0.7, or 34/M-0.0.7 according to conditions
• Route linesets straight and level
• Route linesets via most direct path to associated indoor branch selector box or fancoil –

lineset routing is diagrammatic
• Provide labeling on all refrigerant piping – labeling to read, “VRF-System Piping –

HPC-1.2” (or similar – adjust labeling to match system designation) – refer to project 
specifications for additional requirements related to identification of piping systems

• Refer to project specifications for lineset insulation requirements 
5. Typical for all Split System lineset(s):

• Support linesets per 33/M-0.0.7, or 34/M-0.0.7 according to conditions
• Route linesets straight and level
• Route linesets via most direct path to associated indoor branch selector box or fancoil –

lineset routing is diagrammatic
• Provide labeling on all refrigerant piping – labeling to read, “Refrigerant Piping – DS-1.2”

(or similar – adjust labeling to match system designation) – refer to project specifications 
for additional requirements related to identification of piping systems 

• Refer to project specifications for lineset insulation requirements
6. Typical for all VRF system fancoil controller/thermostats:

• Refer to detail 35/M-0.0.7 for general installation requirements 
• Provide recessed, single-gang-wall box for installation 
• Coordinate final wall placement with AOR 

1. Supervisory Control Panel:
• Refer to detail 2/M-0.0.11
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GENERAL NOTES

SCALE: 3/32" = 1'-0"

MECHANICAL FIRST FLOOR PIPING PLAN

1. Certain piping shown as single-line for clarity – piping runs may consist of both liquid and 
suction lines – refer to VRF system piping diagrams for more information

2. All refrigerant piping is to be installed as tightly to the underside of the overhead structure as 
possible. Coordinate installation prior to other trades – G.C. TO COORDINATE AS 

NEEDED – MECHANICAL CONTRACTOR TO PROVIDE NOTICE AS NEEDED

3. Refer to 1/M-0.0.9 for VRF system piping and wiring diagrams:
• Pipe sizing indicated in system piping diagrams
• Control wiring diagrams depicted in wiring diagrams (mechanical scope)
• Input power to each device depicted in wiring diagrams (electrical scope)

4. Typical for all VRF System lineset(s):
• Support linesets per 33/M-0.0.7, or 34/M-0.0.7 according to conditions
• Route linesets straight and level
• Route linesets via most direct path to associated indoor branch selector box or fancoil –

lineset routing is diagrammatic
• Provide labeling on all refrigerant piping – labeling to read, “VRF-System Piping –

HPC-1.2” (or similar – adjust labeling to match system designation) – refer to project 
specifications for additional requirements related to identification of piping systems

• Refer to project specifications for lineset insulation requirements 
5. Typical for all Split System lineset(s):

• Support linesets per 33/M-0.0.7, or 34/M-0.0.7 according to conditions
• Route linesets straight and level
• Route linesets via most direct path to associated indoor branch selector box or fancoil –

lineset routing is diagrammatic
• Provide labeling on all refrigerant piping – labeling to read, “Refrigerant Piping – DS-1.2”

(or similar – adjust labeling to match system designation) – refer to project specifications 
for additional requirements related to identification of piping systems 

• Refer to project specifications for lineset insulation requirements
6. Typical for all VRF system fancoil controller/thermostats:

• Refer to detail 35/M-0.0.7 for general installation requirements 
• Provide recessed, single-gang-wall box for installation 
• Coordinate final wall placement with AOR 

1
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SCALE: 1/8" = 1'-0"

MECHANICAL SECOND FLOOR PIPING PLAN

1. Certain piping shown as single-line for clarity – piping runs may consist of both liquid and 
suction lines – refer to VRF system piping diagrams for more information

2. All refrigerant piping is to be installed as tightly to the underside of the overhead structure as 
possible. Coordinate installation prior to other trades – G.C. TO COORDINATE AS 

NEEDED – MECHANICAL CONTRACTOR TO PROVIDE NOTICE AS NEEDED

3. Refer to 1/M-0.0.9 for VRF system piping and wiring diagrams:
• Pipe sizing indicated in system piping diagrams
• Control wiring diagrams depicted in wiring diagrams (mechanical scope)
• Input power to each device depicted in wiring diagrams (electrical scope)

4. Typical for all VRF System lineset(s):
• Support linesets per 33/M-0.0.7, or 34/M-0.0.7 according to conditions
• Route linesets straight and level
• Route linesets via most direct path to associated indoor branch selector box or fancoil –

lineset routing is diagrammatic
• Provide labeling on all refrigerant piping – labeling to read, “VRF-System Piping –

HPC-1.2” (or similar – adjust labeling to match system designation) – refer to project 
specifications for additional requirements related to identification of piping systems

• Refer to project specifications for lineset insulation requirements 
5. Typical for all Split System lineset(s):

• Support linesets per 33/M-0.0.7, or 34/M-0.0.7 according to conditions
• Route linesets straight and level
• Route linesets via most direct path to associated indoor branch selector box or fancoil –

lineset routing is diagrammatic
• Provide labeling on all refrigerant piping – labeling to read, “Refrigerant Piping – DS-1.2”

(or similar – adjust labeling to match system designation) – refer to project specifications 
for additional requirements related to identification of piping systems 

• Refer to project specifications for lineset insulation requirements
6. Typical for all VRF system fancoil controller/thermostats:

• Refer to detail 35/M-0.0.7 for general installation requirements 
• Provide recessed, single-gang-wall box for installation 
• Coordinate final wall placement with AOR 

1
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GENERAL NOTES

SCALE: 3/16" = 1'-0"

MECHANICAL THIRD FLOOR PIPING PLAN

1. Certain piping shown as single-line for clarity – piping runs may consist of both liquid and 
suction lines – refer to VRF system piping diagrams for more information

2. All refrigerant piping is to be installed as tightly to the underside of the overhead structure as 
possible. Coordinate installation prior to other trades – G.C. TO COORDINATE AS 

NEEDED – MECHANICAL CONTRACTOR TO PROVIDE NOTICE AS NEEDED

3. Refer to 1/M-0.0.9 for VRF system piping and wiring diagrams:
• Pipe sizing indicated in system piping diagrams
• Control wiring diagrams depicted in wiring diagrams (mechanical scope)
• Input power to each device depicted in wiring diagrams (electrical scope)

4. Typical for all VRF System lineset(s):
• Support linesets per 33/M-0.0.7, or 34/M-0.0.7 according to conditions
• Route linesets straight and level
• Route linesets via most direct path to associated indoor branch selector box or fancoil –

lineset routing is diagrammatic
• Provide labeling on all refrigerant piping – labeling to read, “VRF-System Piping –

HPC-1.2” (or similar – adjust labeling to match system designation) – refer to project 
specifications for additional requirements related to identification of piping systems

• Refer to project specifications for lineset insulation requirements 
5. Split System lineset(s):

• Support linesets per 33/M-0.0.7, or 34/M-0.0.7 according to conditions
• Route linesets straight and level
• Route linesets via most direct path to associated indoor branch selector box or fancoil –

lineset routing is diagrammatic
• Provide labeling on all refrigerant piping – labeling to read, “Refrigerant Piping – DS-1.2”

(or similar – adjust labeling to match system designation) – refer to project specifications 
for additional requirements related to identification of piping systems 

• Refer to project specifications for lineset insulation requirements 
6. Typical for all VRF system fancoil controller/thermostat:

• Refer to detail 35/M-0.0.7 for general installation requirements 
• Provide recessed, single-gang-wall box for installation 
• Coordinate final wall placement with AOR 
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GENERAL NOTES

A. FUSING: ALL FUSIBLE SAFETY DISCONNECT SWITCHES SHALL BE PROVIDED WITH DUAL-ELEMENT TIME DELAY
TYPE FUSES SIZED AND RATED PER EQUIPMENT MANUFACTURERS' RECOMMENDATIONS. VERIFY WITH
EQUIPMENT NAMEPLATE BEFORE INSTALLATION.

B. INSTALL SEPARATE NEUTRALS FOR EACH 120V BRANCH CIRCUIT.

C. MOTOR OVERLOAD PROTECTION: WHERE REQUIRED BY NEC ARTICLE 430 PART C AND NOT SHOWN ON PLAN
OR PROVIDED INTEGRAL WITH EQUIPMENT, PROVIDE AND INSTALL THERMAL OVERLOAD PROTECTION FOR
ALL MOTORS.

D. SPARE CONDUIT FOR RECESSED PANELS: PROVIDE (1) 3/4" SPARE CONDUIT STUB UP TO ACCESSIBLE ABOVE
CEILING SPACE AND/OR ACCESSIBLE SPACE BELOW FOR EVERY (3) SPARE BREAKER SPACES AS INDICATED
ON PANEL SCHEDULES.

E. DEVICE LOCATIONS SHOWN ARE SCHEMATIC AND APPROXIMATE.  EXACT LOCATIONS SHALL BE FIELD
VERIFIED DURING ROUGH-IN WITH ARCHITECTURAL ELEVATIONS, CASEWORK SHOP DRAWINGS, FURNITURE,
ETC. AND SHALL BE COORDINATED WITH OTHER TRADES TO AVOID CONFLICT WITH OTHER EQUIPMENT.

F. ELECTRICAL AND COMMUNICATIONS OUTLETS SHOWN IN THE SAME LOCATION, SHALL BE MOUNTED ON
OPPOSITE SIDES OF THE SAME STUD.  COORDINATE BETWEEN ELECTRICAL AND COMMUNICATIONS PLANS.

G. ALL NEW OUTLETS MUST BE TAMPER PROOF.

A. NIGHT LIGHT "NL" DESIGNATED LUMINAIRES IN INTERIOR LOCATIONS SHALL BE CONTINUOUSLY ENERGIZED.
LUMINAIRES IN EXTERIOR LOCATIONS SHALL BE AUTOMATICALLY CONTROLLED TO BE ON FROM DUSK TO
DAWN.

B. LIGHTING FIXTURE LOCATIONS SHOWN ARE SCHEMATIC.  REFER TO ARCHITECTURAL PLANS (REFLECTED
CEILING, ELEVATIONS, ETC.) FOR EXACT LOCATIONS AND MOUNTING HEIGHTS PRIOR TO ROUGH-IN.

C. REFER TO ARCHITECT'S REFLECTED CEILING PLAN(S) FOR CEILING HEIGHTS, TYPES, FINISHES, ETC. IN EACH
AREA.  VERIFY FLANGE TYPES, TRIM KITS, STEM LENGTHS, ETC. FOR ALL FIXTURES PRIOR TO SUBMITTALS.

D. CONFIRM LOCATION OF ALL DOORS SWINGS WITH ARCHITECTURAL PLANS PRIOR TO ROUGH-IN OF SWITCHES.

E. PROVIDE UNSWITCHED HOT LEG OF ROOM LIGHTING BRANCH CIRCUIT TO EACH BATTERY POWERED
EMERGENCY LIGHT AND EXIT SIGN FOR CONTINUOUS CHARGING.

LIGHTING FLOOR PLAN

RATED WALLS/ASSEMBLIES NOTES

SHEET NO. SHEET DESCRIPTION
E-0.1 ELECTRICAL GENERAL NOTES

E-0.2 ELECTRICAL LEGEND AND ABBREVIATIONS

E-0.3 ELECTRICAL SINGLE LINE DIAGRAM

E-0.4A LIGHTING FIXTURE SCHEDULE (INTERIOR)

E-0.4B LIGHTING FIXTURE SCHEDULE (SITE/EXIT)

E-0.5 SOLAR SYSTEM SINGLE LINE DIAGRAM

E-0.6~E-0.8 PANEL SCHEDULES

E-0.9 MECHANICAL & PLUMBING EQUIPMENT FEEDER SCHEDULE

E-1.0 OVERALL ELECTRICAL EQUIPMENT PLANS

E-2.0 ~ E-2.3 ELECTRICAL DETAILS

ES-1.1.0 OVERALL ELECTRICAL SITE PLAN

E-1.0.0 PARTIAL GROUND FLOOR LIGHTING PLAN - AREA A

E-1.0.1 PARTIAL GROUND FLOOR LIGHTING PLAN - AREA B

E-1.0.2 PARTIAL GROUND FLOOR LIGHTING CONTROLS PLAN - AREA A

E-1.0.3 PARTIAL GROUND FLOOR LIGHTING CONTROLS PLAN - AREA B

E-1.0.4 PARTIAL GROUND FLOOR POWER PLAN - AREA A

E-1.0.5 PARTIAL GROUND FLOOR POWER PLAN - AREA B

E-1.0.6 PARTIAL GROUND FLOOR COMMUNICATION PLAN -AREA A

E-1.0.7 PARTIAL GROUND FLOOR COMMUNICATION PLAN -AREA B

E-1.0.8 PARTIAL GROUND FLOOR MEP CONNECTION PLAN -AREA A

E-1.1.0 PARTIAL FIRST FLOOR LIGHTING PLAN - AREA A

ELECTRICAL SHEET INDEX

POWER FLOOR PLAN

1. IN FIRE-RESISTANCE RATED WALLS, DETAIL THROUGH PENETRATIONS AND MEMBRANE PENETRATION PER
CBC 714.4 AS NOTED BELOW:
A. STEEL, FERROUS OR COPPER PIPES MAY PENETRATE FIRE-RESISTANCE RATED WALLS, PROVIDED

THE OPENING IS PROTECTED AS FOLLOWS: (CBC 714.4.1)
i. ITEM PENETRATING CONCRETE OR MASONRY WALLS IS A MAXIMUM 6 INCHES NOMINAL DIAMETER
AND THE AREA OF THE OPENING THROUGH THE WALL DOES NOT EXCEED 144 SQUARE INCHES,
CONCRETE, GROUT OR MORTAR IS PERMITTED WHERE IT IS INSTALLED THE FULL THICKNESS
OF THE WALL OR THE THICKNESS REQUIRED TO MAINTAIN THE F IRE-RESISTANCE RATING; OR
ii. WHEN THE ANNULAR SPACE IS PROTECTED WITH MATERIAL THAT MEETS ASTM E 119 OR UL
263.

B.  PENETRATIONS SHALL BE FIRE-STOPPED BY A SYSTEM INSTALLED AS TESTED IN ACCORDANCE
WITH ASTM E 814 OR UL 1479, AND SHALL HAVE AN F RATING OF NOT LESS THAN THE REQUIRED
FIRE-RESISTANCE RATING OF THE WALL PENETRATED. (CBC 714.4.1.2)

C. MEMBRANE PENETRATIONS OF MAXIMUM 2-HOUR FIRE-RESISTANCE RATED WALLS BY STEEL
ELECTRICAL BOXES ARE PERMITTED, PROVIDED THAT EACH DOES NOT ESCEED 16 SQUARE INCHES
IN AREA AND THE TOTAL AREA OF SUCH OPENING DOES NOT EXCEED 100 SQUARE INCHES FOR ANY
100 SQUARE FEET OF WALL AREA, AND THE SPACE BETWEEN THE WALL MEMBRANE AND THE BOX
DOES NOT EXCEED 18 INCH. ADDITIONALLY, OUTLET BOXES ON OPPOSITE SIDES OF THE WALL SHALL
BE SEPARATED BY A HORIZONTAL DISTANCE OF NOT LESS THAN 24 INCHES (CBC 714.4.2 EXCEPTION
1).

D. MEMBRANE PENETRATIONS BY LISTED ELECTRICAL BOXES OF ANY MATERIAL ARE PERMITTED,
PROVIDED SUCH BOXES HAVE BEEN TESTED FOR USE IN FIRE-RESISTANCE RATED ASSEMBLIES,
AND THE SPACE BETWEEN THE WALL MEMBRANE AND THE BOX DOES NOT EXCEED 1/8 INCH
UNLESS LISTED OTHERWISE. ADDITIONALLY, OUTLET BOXES ON OPPOSED SIDES OF THE WALL
SHALL BE SEPARATED BY A HORIZONTAL DISTANCE OF NOT LESS THAN 24 INCHES. (CBC 714.4.2
EXCEPTION 2)

E. A FIRE SPRINKLER SHALL BE PERMITTED TO BE UNPROTECTED PROVIDED SUCH SPACE IS
COVERED BY A METAL ESCUTCHEON PLATE. (CBC 714.4.2 EXCEPTION 5)

F. WHERE WALLS ARE PENETRATED BY OTHER MATERIALS OR OPENINGS LARGER THAN THOSE
MENTIONED ABOVE, THEY MUST BE QUALIFIED BY TEST IN ACCORDANCE WITH CBC 714.4.2
EXCEPTION 2.

2. IN FIRE-RESISTANCE HORIZONTAL ASSEMBLIES , DETAIL THROUGH PENETRATIONS AND 

MEMBRANE PENETRATION PER CBC 714.5 AS NOTED BELOW:
A. STEEL, FERROUS OR COPPER CONDUITS MAY PENETRATE FIRE-RESISTANCE RATED FLOOR

ASSEMBLY WHEN THE ANNULAR SPACE IS PROTECTED WITH MATERIAL THAT MEETS ASTM E 119 OR
UL 263 (CBC 714.5.1 EXCEPTION 1)

B. PENETRATING ITEMS, AS NOTED ABOVE, WITH A MAXIMUM 6 INCHES NOMINAL DIAMETER SHALL NOT
BE LIMITED TO THE PENETRATION OF A SINGLE FIRE-RESISTANCE RATED FLOOR ASSEMBLY,
PROVIDED THAT THE AREA OF THE OPENINGS DOES NOT EXCEED 144 SQUARE INCHES IN ANY 100
SQUARE FEET OF FLOOR AREA. (CBC 714.4.1.1 EXCEPTION 1)

C. PENETRATIONS SHALL BE FIRE-STOPPED BY A SYSTEM INSTALLED AS TESTED IN ACCORDANCE
WITH ASTM E 814 OR UL 1479. THE SYSTEM SHALL HAVE AN F RATING AND T RATING OF NOT LESS
THAN 1-HOUR BUT NOT LESS THAN THE REQUIRED FIRE-RESISTANCE RATING OF THE FLOOR
PENETRATED (CBC 714.5.1)

D. MEMBRANE PENETRATIONS BY LISTED ELECTRICAL OUTLET BOXES ARE PERMITTED PROVIDED
SUCH BOXES HAVE BEEN TESTED FOR USE IN FIRE-RESISTANCE RATED ASSEMBLIES, AND THE
SPACE BETWEEN THE CEILING MEMBRANE AND THE BOX DOES NOT EXCEED 1/8 INCHESUNLESS
LISTED OTHERWISE. (CBC 714.5.2 EXCEPTION 4)

E. A FIRE SPRINKLER SHALL BE PERMITTED TO BE UNPROTECTED PROVIDED SUCH SPACE IS
COVERED BY A METAL ESCUTCHEON PLATE. (CBC 714.5.2 EXCEPTION 5)

3. JOINTS INSTALLED IN OR BETWEEN FIRE-RESISTANCE RATED WALL, FLOOR OR FLOOR/CEILING
ASSEMBLIES AND ROOFS OR ROOF/CEILING ASSEMBLIES SHALL BE PROTECTED AN APPROVED
FIRE-RESISTANT JOINT SYSTEM  WITH A FIRE-RESISTANCE RATING NOT LESS THAN THAT OF THE
ASSEMBLY IN WHICH IT IS INSTALLED. PROVIDE DETAILS (CBC 7145.1)

4. FIRE DOORS AND FIRE-PROTECTION RATED GLAZING SHALL BEAR LABELS AS REQURIED BY CBC
716.2.9 AND 716.3.5.

5. FIRE DAMPERS SHALL BE THE MINIMUM FIRE PROTECTION RATING SPECIFIED IN CBC TABLE 717.3.2.1
FOR THE TYPE OF PENETRATION (CBC 717.3.2.1)

6. PROVIDE DAMPERS, SMOKE DAMPERS, COMBINATION FIRE/SMOKE DAMPERS AND CEILING RADIATION
DAMPERS SHALL BE PROVIDE AS PRESCRIBED IN CBC 717.

WIRE DEVICES
PROVIDE WHITE DECORA STYLE OUTLETS WITH WHITE COVER PLATES THROUGHOUT AND STAINLESS IN
KITCHEN/BREAKROOM.

CONDUCTORS AND CABLES

CONDUIT SYSTEMS NOTES
CONDUIT SYSTEMS USED ON THIS PROJECT SHALL BE AS FOLLOWS

1. PVC SCHEDULE  40 - underground/below slab with GRS elbows and risers  tape wrapped).

2. ELECTRICAL METALLIC CONDUIT (EMT) - above grade/slab in building construction and where exposed above 8'-0" aff.

3. GALVANIZED RIGID STEEL (GRS) - where exposed below 8'-0" aff. and/or where subject to physical damage.

4. FLEXIBLE STEEL CONDUIT - above ceilings and/or concealed in building construction (seal tight flex required in exterior
locations).

6. MC CABLE NOT ALLOWED. (NEED CLARIFICATION BY COUNTY)

REFER TO SECTION 260533 & 260500 OF SPECIFICATIONS FOR ADDITIONAL INFORMATION. CONDUITS SHALL BE
MINIMUM 1/2" UNLESS OTHERWISE NOTED, 3/4" FOR ALL HOME RUN CONDUITS AND WHERE ROUTED BELOW SLAB
OR UNDERGROUND. CONDUIT SIZES, WHERE NOT NOTED ON THE DRAWINGS, SHALL BE SIZED FOR MAXIMUM 40%
FILL PER CEC 310-6.

ADDITIONAL CONDUIT REQUIREMENTS.

- ROUTE CONDUIT(S) BELOW GRADE OR ABOVE CEILING SO THAT WALL OUTLETS, DEVICES, AND CONDUITS IN
ALL EXPOSED BRICK WALL LOCATIONS SHALL BE  RECESSED MOUNTED INSIDE BRICK. LOCATE DEVICES AT
CELL WITH REINFORCEMENT CENTER AT BRICK AND/OR ONE CELL OVER AWAY FROM JAMB. REFER TO
ARCHITECTURAL AND STRUCTURAL PLANS FOR CMU WALL LOCATIONS SECTIONS, AND DETAILS.

- PROVIDE WHITE DECORA STYLE OUTLETS WITH WHITE COVER PLATES IN LIVING AREA AND STAINLESS IN
APPARATUS BAY, SUPPORT AREA (IE. SHOP AND TURNOUT) AND KITCHEN.

- REFER TO ELECTRICAL DETAILS FOR METAL PIPE PENETRATION THRU FIRE RATED WALL. PENETRATION OF
FIRE-RESISTIVE WALLS AND FLOOR CEILINGS SHALL BE PROTECTED AS REQUIRED IN CBC SECTION 714.

- REFER TO ELECTRICAL DETAIL  FOR DEVICE INSTALLATION FOR FIRE RATED WALLS.

- NO CONDUITS OR PIPING IN ANY SPACE SHALL BE EXPOSED AT THE CEILING AND WALL (COORDINATE WITH
ALL DISCIPLINES PRIOR TO CONSTRUCTION). LOCATE ALL CONDUIT WITHIN WALLS

A. MECHANICAL UNIT CONDUITS: TO PREVENT DAMAGE DUE TO VIBRATION, BOTH POWER AND
CONTROL WIRING CONDUITS FEEDING EXTERIOR MECHANICAL UNITS SHALL BE PROVIDED
AND INSTALLED BY ELECTRICAL CONTRACTOR WITH LIQUID TIGHT FLEXIBLE TYPE AT FINAL
CONNECTION TO UNIT AND BETWEEN ROOF JACK AND DISCONNECT SWITCH WHERE
DISCONNECT IS MOUNTED ON UNIT.

B. MECHANICAL CONTROLS ROUGH-IN: PROVIDE AND INSTALL J-BOX, RING AND CONDUIT (SIZE
ALL AS REQUIRED) FROM EACH MECHANICAL CONTROLS LOCATION TO CONTROLLED
MECHANICAL UNITS.

C. T-STAT J-BOXES: PROVIDE AND INSTALL 4" SQUARE JUNCTION BOX WITH 1-GANG RING AND 1/2"
CONDUIT TO ACCESSIBLE CEILING SPACE ABOVE AT EACH THERMOSTAT LOCATION.

D. EXHAUST FANS SHALL BE PROVIDED & INSTALLED BY MECHANICAL CONTRACTOR WITH
WIRING CONNECTIONS MADE BY ELECTRICAL CONTRACTOR.

E. MECHANICAL EQUIPMENT CONTROLS: MECHANICAL CONTRACTOR SHALL BE RESPONSIBLE
FOR ALL LOW VOLTAGE  WIRE AND CONNECTIONS (BELOW 120 VOLT) TO AND FROM ALL
MECHANICAL CONTROL DEVICES.  ALL LOW VOLTAGE CONTROL WIRE SHALL BE IN CONDUIT,
UNLESS OTHERWISE NOTED.

F. PULLROPES:  ANY RACEWAY WITHOUT CABLE OR WIRE SHALL BE INSTALLED WITH MINIMUM
200 POUND TEST PULL LINE AND LARGER IF REQUIRED BY SERVING UTILITY COMPANY.  ANY
NEW OR EXISTING COMMUNICATION OR SIGNAL RACEWAY ROUTED BETWEEN BUILDINGS,
SIGNAL CABINETS, AND/OR SIGNAL CLOSETS WITH FUTURE CAPACITY SHALL BE INSTALLED
WITH MINIMUM 200 POUND TEST PULL LINE AS WELL AS THE CALLED FOR CABLE.

G. FUSE DISCONNECT SWITCHES PER EQUIPMENT NAMEPLATE RATING.

H. PROVIDE SEALTITE POWER & CONTROL CONNECTIONS TO ALL AC UNITS.

I. ALL EQUIPMENT SHOWN EXTERIOR IS NEMA 3R.

J. VERIFY EXACT EQUIPMENT LOCATIONS AND POINTS OF CONNECTION WITH MECHANICAL
CONTRACTOR PRIOR TO ROUGH-IN.

MECHANICAL AND PLUMBING  CONNECTION

(DEFERRED APPROVAL)

FIRE SPRINKLER MONITORING ALARM SYSTEM IS A DEFERRED APPROVAL AND DEVICES SHOWN ON
PLANS ARE FOR REFERENCE ONLY. FULL DESIGN-BUILD SHOP DRAWINGS SHALL BE PREPARED BY THE
CONTRACTOR AND BE SUBMITTED TO THE ARCHITECT AND ENGINEER FOR REVIEW, UPON FAVORABLE
REVIEW BY THE ARCHITECT AND ENGINEER, SHOP DRAWINGS SHALL BE SUBMITTED BY THE
CONTRACTOR TO THE LOCAL FIRE AUTHORITY FOR APPROVAL. INSTALLATION OF THE FIRE ALARM
SYSTEM SHALL NOT BEGIN UNTIL THE LOCAL FIRE AUTHORITY HAS APPROVED THE SHOP DRAWINGS

1. PROVIDE ALL WORK AND MATERIAL REQUIRED FOR A COMPLETE AND OPERATING FIRE ALARM
SYSTEM.  WORK SHALL INCLUDE (BUT NOT BE LIMITED TO):

A. SHOP DRAWINGS
B. SUBMITTAL FOR APPROVAL
C. COMPLETE INSTALLATION AND TESTING
D. SYSTEM TRAINING FOR OWNER'S REPRESENTATIVE
E. WARRANTY

2. SUBMIT A SEPARATE SET OF DETAILED FIRE ALARM PLANS, SPECIFICATIONS AND ENGINEERING
CALCULATIONS INCLUDING BUT NOT NECESSARILY LIMITED TO:

A. CSFM LISTING #'S AND MANUFACTURER MODEL #'S FOR EVERY SYSTEM COMPONENT
WHICH IS TO BE INTERCONNECTED AS A PART OF THIS PROJECT.

B. SINGLE LINE, RISER AND POINT TO POINT WIRING DIAGRAMS INCLUDING BATTERY AND
VOLTAGE DROP CALCULATIONS FOR THE ENTIRE SYSTEM.

C. INDICATION OF CONDUCTOR TYPE(S), POWER-LIMITED OR NON-POWER-LIMITED SYSTEM.
D. SCALED ELEVATION OF REMOTE GRAPHIC ANNUNCIATOR PANEL AT ENTRY. (IF REQUIRED).
E. LIST OF PROPOSED ZONES FOR ALL INITIATING DEVICES.
F. MATRIX OF SYSTEM OPERATION.
G. INFORMATION AS REQUIRED TO DEMONSTRATE COMPLIANCE WITH APPLICABLE CODE(S)

AND GAIN APPROVAL OF AUTHORITY(IES) HAVING JURISDICTION.

FIRE ALARM SYSTEM INSTALLATION SHALL NOT BEGIN UNTIL SEPARATE PERMIT HAS BEEN
OBTAINED AND ALL OF THE ABOVE HAS BEEN ACCEPTED AND SIGNED BY THE AUTHORITY(IES)
HAVING JURISDICTION AND THE ARCHITECT.  AFTER CONSTRUCTION, PROVIDE ACCURATE FIELD

RECORD DRAWINGS TO OWNER.

3. FIRE ALARM YSTEMS AND SPRINKLER ALARM SUPERVISORY SYSTEMS SHALL BE MONITORED BY
A UL LISTED CENTRAL STATION AND CERTIFICATED BY UL FOR CENTRAL STATION SERVICES. THE
ALARM COMPANY ISSUING THE CERTIFICATE SHALL HAVE A UUFX CATEGORY LISTING WITH UL.
ANY EQUIPMENT INSTALLED BEYOND THE MINIMUM REQUIREMENTS CONSIDERED AS
NON-REQUIRED, SHALL COMPLY WITH NFPA 72.

4. AS A MINIMUM, UNLESS OTHERWISE NOTED, FIRE ALARM CONTROL PANEL SHALL BE PROVIDED
WITH BATTERY BACKUP, 4 ZONES AND 1 SIGNAL CIRCUIT WITH PROVISIONS FOR FUTURE
EXPANSION.  PROVIDE WITH DIALER (DACT) AND CONNECT TO COMMUNICATIONS SYSTEM WITH
(2) DEDICATED VOICE LINES AS REQUIRED TO SEND SEPARATE AND DISTINCT SIGNALS (AS
REQUIRED BY THE FIRE DEPARTMENT) TO AN APPROVED CENTRAL STATION.  FIRE SPRINKLER
RISER WATER FLOW AND / OR VALVE TAMPER SWITCHES SHALL BE PROVIDED AND INSTALLED BY
THE SPRINKLER SYSTEM CONTRACTOR, AND WIRED BACK TO THE FACP BY THE FIRE ALARM
CONTRACTOR.  COORDINATE FOR PROPER VOLTAGE.  ALL FIRE ALARM COMPONENTS SHALL BE
CALIFORNIA STATE FIRE MARSHAL LISTED.

5. DUCT SMOKE DETECTORS SHALL BE PROVIDED BY ELECTRICAL CONTRACTOR AND INSTALLED
BY MECHANICAL CONTRACTOR.  DETECTOR POWER AND SUPERVISORY WIRING AND
CONNECTIONS SHALL BE MADE BY ELECTRICAL CONTRACTOR.  MECHANICAL UNIT CONTROL
(SHUTDOWN UPON DETECTOR ALARM) WIRING AND CONNECTIONS SHALL BE MADE BY
MECHANICAL CONTRACTOR.

6. APPROVED NOTIFICATION APPLIANCES FOR THE HEARING IMPAIRED SHALL BE INSTALLED IN
ACCORDANCE WITH NFPA REQUIREMENTS IN THE FOLLOWING AREA: RESTROOMS, CORRIDORS,
OCCUPIED ROOMS WHERE AMBIENT NOISE IMPAIRS HEARING OF THE FIRE ALARM, LOBBIES,
MEETING ROOMS, AND OTHER AREA FOR COMMON USE.

7. PROVIDE CARBON MONOXIDE DETECTION FOR THE PARKING GARAGE IN ACCORDANCE WITH CFC
915.1.5. IF THIS IS AN OPEN GARAGE, PROVIDE CALCULATIONS SHOWING THE OPENINGS.

FIRE SPRINKLER  MONITORING ALARM SYSTEM NOTES

1. CODE COMPLIANCE: ALL WORK SHALL CONFORM TO AND BE PERFORMED IN ACCORDANCE WITH CODES,
STANDARDS, AND ORDINANCES AS SET FORTH BY THE AUTHORITIES HAVING JURISDICTION AND THEIR
LATEST ADOPTED EDITIONS (IN EFFECT AT TIME OF BUILDING PERMIT APPLICATION) OF THE FOLLOWING
PUBLICATIONS:

A. ALL WORK SHALL COMPLY WITH 2022 NATIONAL ELECTRICAL CODE (NEC) AS AMENDED BY THE 2022
CALIFORNIA ELECTRICAL CODE (CEC), 2022 CALIFORNIA BUILDING CODE (CBC), 2022 CALIFORNIA ENERGY
CODE (CEnC), CALIFORNIA FIRE CODE (CFC), 2022 CALIFORNIA MECHANICAL CODE (CMC), 2022
CALIFORNIA GREEN BUILDING STANDARDS (CGBC),

B. AMERICANS WITH DISABILITIES ACT (ADA).

2. SAFETY:  THE ELECTRICAL CONTRACTOR IS RESPONSIBLE TO MAINTAIN ALL EQUIPMENT IN A SAFE AND
RESPONSIBLE MANNER.  KEEP DEAD FRONT EQUIPMENT IN PLACE WHILE EQUIPMENT IS ENERGIZED.
CONDUCT ALL CONSTRUCTION OPERATIONS IN A SAFE MANNER FOR EMPLOYEES AS WELL AS OTHER
WORKPERSONS OR ANYONE VISITING THE JOB SITE.  PROVIDE BARRIERS, FLAGS, TAPE, ETC. AS REQUIRED
FOR SAFETY.  THE CONTRACTOR SHALL HOLD ALL PARTIES HARMLESS OF NEGLIGENT SAFETY PRACTICES,
WHICH MAY CAUSE INJURY TO OTHERS ON OR NEAR THE JOB SITE.

3. FIRE RATED ASSEMBLIES SHALL MAINTAIN RATINGS AS SPECIFIED IN THE CALIFORNIA BUILDING CODE
CHAPTER 7.  CONTRACTOR SHALL PROVIDE AND INSTALL PHYSICAL ENCLOSURE AROUND FIXTURES, PANELS,
ETC. AS REQUIRED.  ALL ASSEMBLIES TO BE PENETRATED SHALL BE INSTALLED WITH APPLICABLE
THROUGH-PENETRATION FIRESTOP SYSTEM AS DETERMINED BY UL CLASSIFICATION.  BEFORE
CONSTRUCTION, VERIFY AND COMPLY WITH REQUIREMENTS OF LOCAL AUTHORITY HAVING JURISDICTION.

4. MOUNTING HEIGHTS SHALL BE AS FOLLOWS UNLESS OTHERWISE NOTED:

+15" AFF: RECEPTACLES, TELEPHONE, TV & DATA OUTLETS. (MEASURED BOTTOM OF OUTLET BOX)
+46" AFF: OUTLET ABOVE COUNTER (MEAUSRED TOP OF OUTLET BOX)
+48" AFF: LIGHT SWITCHES. (MEASURED TOP OF OUTLET BOX)
+48" AFF: FIRE ALARM MANUAL PULL STATIONS, T-STATS. (MEASURED TOP OF OUTLET BOX)
THE LOWER OF +80" AFF TO BOTTOM OF LENS, OR 6" BELOW CEILING: FIRE ALARM VISUALS.

ELECTRICAL SWITCHES: CONTROLS AND SWITCHES INTENDED TO BE USED BY THE OCCUPANT OF THE ROOM
OR AREA TO CONTROL LIGHT AND RECEPTACLE OUTLETS, APPLIANCES OR COOLING, HEATING AND
VENTILATING EQUIPMENT, SHALL BE LOCATED NO MORE THAN 48 INCHES MEASURED FROM THE TOP OF THE
OUTLET BOX NOR LESS THAN 15 INCHES MEASURED FROM THE BOTTOM OF THE OUTLET BOX TO THE LEVEL
OF THE FINISH FLOOR OR WORKING PLATFORM. [CBC 11B-308.1.1]

ELECTRICAL RECEPTACLE OUTLETS: ELECTRICAL RECEPTACLE OUTLETS ON BRANCH CIRCUITS OF 30
AMPERES OR LESS AND COMMUNICATION SYSTEM RECEPTACLES SHALL BE LOCATED NO MORE THAN 48
INCHES MEASURED FROM THE TOP OF THE RECEPTACLE OUTLET BOX OR RECEPTACLE HOUSING NOR LESS
THAN 15 INCHES MEASURED FROM THE BOTTOM OF THE RECEPTACLE OUTLET BOX OR RECEPTACLE
HOUSING TO THE LEVEL OF THE FINISH FLOOR OR WORKING PLATFORM [CBC 11B-308.1.2]

CONTROLS AND OPERATING MECHANISMS SHALL COMPLY WITH THE REQUIREMENTS OF SECTION 11B-309.

BEFORE ROUGH-IN, VERIFY ALL MOUNTING HEIGHTS AND EXACT LOCATIONS FOR ALL EQUIPMENT
ELECTRICAL CONNECTIONS, STUB-UPS, RECEPTACLES, OUTLETS, ETC. WITH ARCHITECT OR OWNER. PLACE
DEVICES LOCATED ABOVE COUNTERS, SHELVING, ETC. AND IN BATHROOMS SO AS NOT TO CONFLICT WITH
EDGES OF WAINSCOTING, COUNTER SPLASH, SHELVING, ETC. ARCHITECTURAL SHEETS SHALL GOVERN.

5. LABEL PANELS, CABINETS, BACKBOARDS, MAIN DEVICES, SAFETY SWITCHES, CONTACTORS AND OTHER
SPECIFICALLY DESIGNATED EQUIPMENT SHOWN ON PLANS. USE ENGRAVED LAMINATED PLASTIC
NAMEPLATES ATTACHED BY SCREWS OR RIVETS. FOR FEEDERS, NEATLY AND INDELIBLY LABEL CONDUIT
DESTINATIONS ON BOTH VISIBLE ENDS OF CONDUIT RUNS WHERE CONDUITS TERMINATE AT DESIGNATED
ENCLOSURES, STRUCTURES OR EQUIPMENT (INCLUDING PULL AND SPLICE BOXES).

5. EQUIPMENT ANCHORAGE NOTE
ALL MECHANICAL AND ELECTRICAL EQUIPMENT SHALL BE ANCHORED OR BRACED TO MEET THE HORIZONTAL
AND VERTICAL FORCES PRESCRIBED IN THE 2022 CBC, SECTIONS 1617A.1.18 THROUGH 1617A.1.26,  AND ASCE
7-15 CHAPTERS 13, 26, AND 30 AND 2022 CEC 110.3(B)

THE ATTACHMENT OF THE FOLLOWING ITEMS SHALL BE DESIGNED TO RESIST THE FORCES PRESCRIBED
ABOVE, BUT NEED NOT BE DETAILED ON THE PLANS PER 2022 CBC SECTION 1616A.1.18:

A. FURNITURE(EXCEPT STORAGE CABINETS AS NOTED IN 2022 CBC TABLE 13.5-1)
B. TEMPORARY OR MOVABLE EQUIPMENT WITH EXCEPTIONS NOTED IN 2022 CBC SECTION 1616A.1.18 ITEM

2.
C. ARCHITECTURAL, MECHANICAL, AND ELECTRICAL COMPONENTS IN SEISMIC DESIGN CATEGORIES D, E,

OR F
THAT MEET ALL OF THE CRITERIA LISTED IN 2022 SECTION 1616A.1.18 ITEM 3.

D. EQUIPMENT WEIGHING LESS THAN 20 POUNDS SUPPORTED BY VIBRATION ISOLATORS.
E. EQUIPMENT WEIGHING LESS THAN 20 POUNDS SUSPENDED FROM A ROOF OR FLOOR OR HUNG FROM A

                     WALL

FOR THOSE ELEMENTS THAT DO NOT REQUIRE DETAILS ON THE APPROVED DRAWINGS, THE INSTALLATION
SHALL BE SUBJECT TO THE APPROVAL OF THE MECHANICAL/ELECTRICAL ENGINEER.

PIPING, DUCTWORK, AND ELECTRICAL DISTRIBUTION SYSTEM BRACING NOTE

PIPING, DUCTWORK, AND ELECTRICAL DISTRIBUTION SYSTEMS SHALL BE BRACED TO COMPLY WITH THE
FORCES AND DISPLACEMENTS PRESCRIBED IN ASCE 7-16, SECTION 13.3 AS DEFINE IN ASCE 7-16 SECTIONS
13.6.5, 13.6.6, 13.6.7, 13.6.8, AND 2022 CBC, SECTIONS 1617A.1.24, 1617A.1.25, AND 1617A.1.26.

6. THE ISSUANCE OF A PERMIT SHALL NOT PREVENT THE BUILDING OFFICIAL FROM REQUIRING THE
CORRECTION OF ERROS ON THESE PLANS OR FROM PREVENTING ANY VIOLATION OF THE CODES
ADOPTED BY THE CITY, RELEVANT LAWS, ORDINANCES, RULES AND/OR REGULATIONS.

REFER TO SPECIFICATIONS 26 0519 FOR ADDITIONAL INFORMATION.

1. WIRE CONNECTORS SHALL BE MINIMUM 75 DEGREE CENTIGRADE RATED AND PROPERLY SIZED FOR THE
NUMBER OF CONDUCTORS BEING CONNECTED, TERMINATED, SPLICED, ETC. ALL ABOVE GRADE CONNECTORS
SHALL BE SOLDERLESS LUG OR PLASTIC WIRE NUT TYPE, SCREW ON, PRESSURE CABLE TYPE (WIRE UT OR
SPRING NUT TYPE) 600 VOLT, 105 DEGREE C, WITH SKIRT TO COVER ALL PORTIONS OF STRIPPED WIRES.
CONNECTOR SHALL BE U.L. RATED FOR NUMBER AND SIZE OF CONDUCTORS BEING JOINED TOGETHER AS
SPLICED.

2. WIRES AND CABLES FOR LINE VOLTAGE SYSTEM AND CONTROLS. WIRE AND CABLE SHALL BE COPPER, 600
VOLT RATED THROUGH OUT. CONDUCTORS 14AWG OT 10AWG, SOLID OR STRANDED. CONDUCTORS 8 AWG
AND LARGER, STRANDED

3. ALL CONDUCTORS SHALL BE COPPER UNLESS OTHERWISE NOTED. MINIMUM SIZE FOR INDIVIDUAL
CONDUCTORS SHALL BE #12 AWG UNLESS OTHERWISE NOTED ON PANEL SCHEDULE OR PLANS. SIZE #8 AWG
AND LARGER SHALL BE STRANDED CONDUCTOR. INDIVIDUAL CONDUCTORS SHALL BE INSULATED WITH TYPE,
XHHW, THW, THHN/THWN 600 VOLT INSULATION UNLESS OTHERWISE NOTED.

4. PROPER INSULATION TYPE SHALL BE USED FOR THE PROPER ENVIRONMENTAL APPLICATION (I.E.
WATERPROOF, WET LOCATION, PLENUM TEMPERATURE RATED). ALL CONDUCTORS, WIRING CABLE WHERE
INSTALLED BELOW FLOOR, SLAB OR UNDERGROUND SHALL BE CONSIDERED WET LOCATIONS, AND SHALL BE
RATED ACCORDINGLY. NON WATERPROOF CABLING IS NOT ALLOWED IN ANY BELOW GRADE OR WET
APPLICATION.

5. GROUP THE COMMON NEUTRAL CONDUCTOR FOR MULTIPLE CIRCUITS WITH ITS ASSOCIATED UNGROUNDED
CONDUCTORS WHEN CONTAINED IN THE SAME ENCLOSURE. CEC 200.4(B)

6. THE BRANCH CIRCUIT SERVING EMERGENCY LIGHTING AND POWER CIRCUITS SHALL NOT BE PART OF A
MULTIWIRE BRANCH CIRCUIT. CEC 700.19.

A. ALL 15 AND 20AMPERE RECEPTACLES FOR BOTH DAMP AND WET LOCATIONS REQUIRED TO BE
LISTED WEATHER-RESISTANT (WR) TYPE PER CEC 406.9 (A) AND (B)

B. CEC 406.9(A) RECEPTACLES IN DAMP LOCATIONS: RECEPTACLES INSTALLED OUTDOORS IN A
LOCATION PROTECTED FROM THE WEATHER OR IN OTHER DAMP LOCATIONS SHALL BE AN
ENCLOSURE FOR THE RECEPTACLE THAT IS WEATHERPROOF WHEN THE RECEPTACLE IS
COVERED (ATTACHMENT PLUG CAP NOT INSERTED AND RECEPTACLE COVERS CLOSE)

C. CEC 406.9(B) RECEPTACLES OF 15 AND 20AMP, 125 AND 250 VOLTS INSTALLED IN A WET LOCATION
SHALL HAVE AN ENCLOSURE THAT IS WEATHERPROOF WHETHER OR NOT THE ATTACHMENT PLUG
CAP IS INSERTED. AN OUTLET BOX HOOD INSTALLED FOR THIS PURPOSE SHALL BE LISTED AND
SHALL BE IDENTIFIED AS 'EXTRA-DUTY" OTHER LISTED PRODUCTS, ENCLOSURES, OR ASSEMBLIES
PROVIDING WEATHERPROOF PROTECTION THAT DO NOT UTILIZE AN OUTLET BOX HOOD NEED TO
BE MARKED "EXTRA DUTY"

EXCEPTION: 15 AND 20AMP, 125 THROUGH 250 VOLT RECEPTACLES INSTALLED IN A WET LOCATION
AND SUBJECT TO ROUTINE HIGH-PRESSURE SPRAY WASHING SHALL BE PERMITTED TO HAVE AN
ENCLOSURE THAT IS WEATHERPROOF WHEN THE ATTACHMENT PLUG IS REMOVED.

RECEPTACLES AT DAMP AND WET LOCATION

A. EMERGENCY RESPONDER COMMUNICATION  COVERAGE  (ERCC) SHALL BE PROVIDED IN ALL
NEW BUILDINGS IN ACCORDANCE WITH CFC SECTION 510  AND CBC 918.

B. SURVEY SHALL BE PERFORMED AFTER THE BUILDING IS SUBSTANTIALLY COMPLETED AND
PRIOR TO STAR OF INSTALLATION OF ELECTRICAL WIRING.

C. CONTRACTOR SHALL PERFORM A SURVEY USING AN RF SPECTRUM ANALYZER, A CALIBRATED,
SYSTEM COMPATIBLE RADIO OR ANOTHER SUITABLE INSTRUMENT WITH TRACEABLE
CERTIFICATE OF CALIBRATION TO ANALYZE THE RF SIGNAL STRENGTH OF THE EMERGENCY
RESPONDER RADIO SIGNAL INTO THE BUILDINGS AND DETERMINE THE AMPLIFICATION OF THE
REQUIRED SIGNAL BOTH INBOUND AND OUTBOUND SIGNAL STRENGTH SHALL BE DETERMINED,
MEASURED, CALCULATED, AND DOCUMENTED AS REQUIRED BY CODE.

D. DEFERRED SUBMITTAL: IF ERCC IS REQUIRED, CONTRACTOR  TO PROVIDE INSTALLATION
REQUIREMENTS AND EQUIPMENT REFER TO CFC 510.5 FOR INSTALLATION REQUIREMENTS.

EMERGENCY RESPONDER RADIO COVERAGE NOTES

SHEET NO. SHEET DESCRIPTION
E-1.1.1 PARTIAL FIRST  FLOOR LIGHTING PLAN - AREA B

E-1.1.2 PARTIAL FIRST FLOOR LIGHTING CONTROLS PLAN - AREA A

E-1.1.3 PARTIAL FIRST FLOOR LIGHTING CONTROLS PLAN - AREA B

E-1.1.4 PARTIAL FIRST  FLOOR POWER PLAN - AREA A

E-1.1.5 PARTIAL FIRST  FLOOR POWER PLAN - AREA B

E-1.1.6 PARTIAL FIRST  FLOOR COMMUNICATION PLAN - AREA A

E-1.1.7 PARTIAL FIRST  FLOOR COMMUNICATION PLAN - AREA B

E-1.1.8 PARTIAL FIRST  FLOOR MEP CONNECTION PLAN - AREA A

E-1.1.9 PARTIAL FIRST  FLOOR MEP CONNECTION PLAN - AREA B

E-1.2.0 SECOND FLOOR LIGHTING PLAN

E-1.2.1 SECOND FLOOR LIGHTING CONTROLS PLAN

E-1.2.2 SECOND FLOOR POWER PLAN

E-1.2.3 SECOND FLOOR COMMUNICATION PLAN

E-1.2.4 SECOND FLOOR MEP CONNECTION PLAN

E-1.3.0 THIRD FLOOR LIGHTING PLAN

E-1.3.1 THIRD FLOOR LIGHTING CONTROLS PLAN

E-1.3.2 THIRD FLOOR POWER PLAN

E-1.3.3 THIRD FLOOR COMMUNICATION PLAN

E-1.3.4 THIRD FLOOR MEP CONNECTION PLAN

E-1.4.0 ELECTRICAL ROOF PLAN

ET24-0.1~0.5 ENERGY COMPLIANCE DOCUMENTATION

ELECTRICAL
GENERAL

NOTES

E-0.1

A TWO WAY COMMUNICATION SYSTEM COMPLYING WITH SECTION CBC 1009.8.1/NFPA 2 SHALL BE
PROVIDED AT THE LANDING SERVING EACH ELEVATOR ON EACH ACCESSIBLE FLOOR THAT IS ONE
OR MORE STORIES ABOVE OR BELOW THE LEVEL OF EXIT DISCHARGE.

TWO WAY COMMUNICATION SYSTEMS SHALL PROVIDE COMMUNICATION BETWEEN EACH REQUIRED
LOCATION AND THE FIRE COMMAND CENTER OR A CENTRAL CONTROL POINT LOCATION. IF THE
CENTRAL CONTROL POINT IS NOT A CONSTANTLY ATTENDED LOCATION, THE TWO-WAY
COMMUNICATION SYSTEM SHALL HAVE THE ABILITY TO HAVE A TIMED AUTOMATIC TELEPHONE
DIAL-OUT TO A MONITORED LOCATION OR 9-1-1. THE TWO-WAY COMMUNICATION SYSTEM SHALL
INCLUDE BOTH AUDIBLE AND VISIBLE SIGNALS.

(TALKAPHONE #VOIP-200C OR 200H) OR EQUAL.

2-WAY COMMUNICATION

1

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024
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1 PC1 12/15/2023

A AMPERE
AB AMP BREAKER
ABAND ABANDONED
ABV ABOVE
AC ALTERNATING CURRENT
AC-# AIR CONDITIONER
ADJ ADJACENT
AF AMP FUSE, AMP FRAME
AFF ABOVE FINISH FLOOR
AFG BOVE FINISH GRADE
AIC AMPERES INTERRUPTING

CAPACITY
Al ALUMINUM
AS AMP SWITCH RATING
ATS AUTOMATIC TIME SWITCH
ATS AUTOMATIC TRANSFER SWITCH
AV AUDIBLE/AUDIO VISUAL
AWG AMERICAN WIRE GAGE
BFG BELOW FINISH GRADE
BIL BASIC IMPULSE LEVEL
BLDG BUILDING
C CONDUIT
-C- CATV CONDUIT
CAB'T CABINET
CATV CABLE TELEVISION
CB CIRCUIT BREAKER, CODE BLUE
CBC CA. BUILDING CODE
CEC CA. ELECTRICAL CODE

CA. ENERGY COMMISSION
CF COMPACT FLUORESCENT
CFC CALIFORNIA FIRE CODE
CLG CEILING
CL CENTER LINE
CKT CIRCUIT
CNT'R CONTRACTOR
C.O. CONDUIT ONLY (W/PULLROPE)
COND CONDUIT, CONDUCTOR
CR CRITICAL BRANCH
CSFM CALIFORNIA SFM
CT CURRENT TRANSFORMER
Cu COPPER
CU-# CONDENSING UNIT
D DEPTH
DC DIRECT CURRENT
DF DRINKING FOUNTAIN
DIA DIAMETER
DISC DISCONNECT
DIST DISTRIBUTION
DPST DOUBLE POLE SINGLE THROW
DW DISHWASHER
EM EMERGENCY
(E) EXISTING
EA EACH
EB ELECTRONIC BALLAST
EC ELECTRICAL CONTRACTOR
EC-# EVAPORATIVE COOLER
EF-# EXHAUST FAN
EL EVENING LIGHT
ELEC ELECTRICAL
EM EMERG BATTERY BACKUP

EMERGENCY BALLAST
EMERG EMERGENCY
EOL END OF LINE
EQUIP'T EQUIPMENT
ES ENERGY SAVING
(EXN) (E) IN (N) LOCATION
(EXR) (E) TO BE (R)
EXT EXTERIOR
F FLUORESCENT
(F) FUTURE
F-# FURNACE
FA FIRE ALARM
FACP FIRE ALARM CONTROL PANEL
FAT FIRE ALARM TERMINAL
FAU FORCED AIR UNIT
FBO FURNISHED BY OTHERS
FC-# FAN COIL
FLA FULL LOAD AMPS
FLR FLOOR
FLUOR FLUORESCENT
FS FUSIBLE SWITCH
FVNR FULL VOLTAGE NON-REVERSING
G GROUNDING CONDUCTOR
GC GENERAL CONTRACTOR
GD GARBAGE DISPOSAL
GFCI GROUND FAULT CIRCUIT

INTERRUPTER
GFI GROUND FAULT CIRCUIT

INTERRUPTER
GND GROUND
GRS GALVANIZED RIGID STEEL
GWS GANG WITH SWITCH
H HEIGHT, HIGH
HACR HEATING, AC & REFRIG
HID HIGH INTENSITY DISCHARGE
HO HIGH OUTPUT
HOA HAND-OFF-AUTO
hp HORSEPOWER
HPF HIGH POWER FACTOR
HPS HIGH PRESSURE SODIUM
IC INTERCOM
ID IDENTIFICATION
IDF INTERMEDIATE DISTRIBUTION

FRAME
IF INSIDE FROST
IG ISOLATED GROUND
J-BOX JUNCTION BOX
k QUANTITY 1000
kVA KILOVOLTAMPS
kW KILOWATT
LC LIGHTING CONTACTOR
LPS LOW PRESSURE SODIUM
LRA LOCKED ROTOR AMPS

LS LIFE SAFETY BRANCH
LT LIGHT
LTG LIGHTING
LV LOW VOLTAGE
MC MECHANICAL CONTRACTOR
MCA MINIMUM CKT AMPS
MCB MAIN CIRCUIT BREAKER
MCTB MAIN CATV TERMINAL BOARD
MCTC MAIN CATV TERMINAL CABINET
MDF MAIN DISTRIBUTION FRAME
MECH MECHANICAL
MFR MANUFACTURER
MFS MAIN FUSIBLE SWITCH
MH METAL HALIDE
MLO MAIN LUGS ONLY
MOCP MAXIMUM OCP
MPOE MINIMUM POINT OF ENTRY
MSB MAIN SWITCHBOARD
MT MOUNT
MT HT MOUNTING HEIGHT
MTS MANUAL TRANSFER SWITCH
MTTB MAIN TELEPHONE TERMINAL

BOARD
MTTC MAIN TELEPHONE TERMINAL

CABINET
MW MICROWAVE
N NEUTRAL (GROUNDED

CONDUCTOR)
(N) NEW
N3R NEMA 3R
NC NORMALLY CLOSED
NEC NATIONAL ELECTRICAL CODE
NEMA NAT'L ELEC MANUFACTURER'S

ASSOC
NIC NOT IN CONTRACT
NL NIGHT LIGHT
NO NORMALLY OPEN
NPF NORMAL POWER FACTOR
NTS NOT TO SCALE
OC ON CENTER
OCP OVERCURRENT PROTECTION
OD OUTSIDE DIAMETER
OH OVERHEAD
OSA OFFICE of the STATE ARCHITECT
OSHPD OFFICE of STATEWIDE HEALTH

PLANNING & DEVELOPMENT
OVLD OVERLOAD
P POLE
PA PUBLIC ADDRESS
PB PULLBOX
PC PULL CHAIN
PC PHOTOCELL
PC  PLUMBING CONTRACTOR
ph PHASE
PNL PANEL
POC POINT OF CONNECTION
-PP- POWER PRIMARY
-PS- POWER SECONDARY
PV PHOTOVOLTAIC
(R) RELOCATE(D)
RECEPT RECEPTACLE
REF REFRIGERATOR
REQ'D REQUIRED
RLA RATED LOAD AMPS
RM ROOM
RMC RIGID METAL CONDUIT
RMV REMOVE
RPLC REPLACE
RS RAPID START
SC SIGNAL CABINET
SCC SHORT CKT CURRENT
SCE SOUTHERN CALIFORNIA EDISON
SFM STATE FIRE MARSHAL
SHT SHEET
SL SLIMLINE, SWITCH LEG
SPEC SPECIFICATION
SPST SINGLE POLE SINGLE THROW
SQ SQUARE
STR'G STORAGE
SURF SURFACE
SVC SERVICE
SW SWITCH
T TRANSFORMER, TERMINAL
-T- TELEPHONE CONDUIT
(TBR) TO BE REMOVED
TC TIME CLOCK
TEL TELEPHONE
TELCO TELEPHONE COMPANY
TS TIME SWITCH
TSO TIME SWITCH OVERRIDE
TSP TWISTED SHIELDED PAIR
TTB TELEPHONE TERMINAL BOARD
TTC TELEPHONE TERMINAL CABINET
TX TRANSFORMER
TYP TYPICAL
TYP SIM TYPICAL SIMILAR
UC UNDERCABINET, UNDERCOUNTER
UG UNDERGROUND
UGPS UNDERGROUND PULL SECTION
UL UNDERWRITERS LABORATORIES
UON UNLESS OTHERWISE NOTED
USA UG SVC ALERT 800-642-2444
V VOLT
VA VOLT AMPERES
VAC VOLT ALTERNATING CURRENT
VHO VERY HIGH OUTPUT
VOLT VOLTAGE
VR VANDAL-RESISTANT
W WIDTH, WATT, WIRE
WH-# WATER HEATER
WP WEATHERPROOF (NEMA 3R)
XFMR TRANSFORMER
+48 INDICATES MOUNTING HEIGHT AFF

- PROVIDE ALL BRANCH CIRCUIT WIRING FROM DEVICES TO PANEL(S) PER DESIGNATIONS/CIRCUIT NUMBERS.

- EACH BRANCH CIRCUIT SHALL HAVE A SEPARATE NEUTRAL AS INDICATED ON PANEL SCHEDULES.

- HOME RUN CONDUITS SHALL BE 3/4"C, MAX OF (3) BRANCH CIRCUITS PER CONDUIT.

- INCREASE HOME RUN CONDUIT SIZE TO 1"C FOR (4) BRANCH CIRCUITS OR MORE.

- (**) DENOTES SPECIAL DEVICE/NAMEPLATE REQUIREMENTS.

NOTE: THE INTENT OF THE DRAWINGS IS TO SHOW FIXTURE / DEVICE LOCATIONS AND PANEL DESIGNATIONS. ALL BRANCH CIRCUIT WIRING, MEETING THE
CRITERIA NOTED ABOVE, WILL BE THE RESPONSIBILITY OF THE ELECTRICAL CONTRACTOR. LIGHTING AND POWER PLANS SHOW AN ABOVE CEILING
JUNCTION BOX / HOME RUN WITH CIRCUIT NUMBERS BY FIXTURES / DEVICES. PROVIDE ALL BRANCH CIRCUITING AS REQUIRED FOR A COMPLETE
INSTALLATION. DOCUMENT ALL BRANCH CIRCUITING ON AS-BUILT DRAWINGS ACCURATELY REFLECTING THE INSTALLATION.

ABBREVIATIONS

FIXTURE TYPE

LIGHTING PLAN                                                                                              

B-1,a
CIRCUIT NUMBER

A

SWITCHLEG DESIGNATION
(WHERE SHOWN)

PANEL DESIGNATION

- PROVIDE ALL BRANCH CIRCUIT WIRING FROM FIXTURES TO PANEL(S) AS DESCRIBED BY CIRCUIT NUMBERS
SHOWN.

- PROVIDE ALL WIRING BETWEEN FIXTURES AND CONTROL DEVICES AS DESCRIBED IN REFERENCE NOTES
AND/OR SHOWN BY SWITCHLEG DESIGNATIONS.

- EXIT AND EMERGENCY LIGHT FIXTURES SHALL BE CONNECTED TO AN UNSWITCHED BRANCH CIRCUIT
CONDUCTOR.

- HOME RUN CONDUITS SHALL BE 3/4"C., MAX OF   (3) BRANCH CIRCUITS PER CONDUIT.

- PROVIDE ALL BRANCH CIRCUIT WIRING FROM MECH. EQUIPMENT TO PANELS.

POWER PLAN                                                                                                       

DEVICE TYPE:
SEE LEGEND

MOUNTING HEIGHT: (WHERE NON-STANDARD)
W - 48" ABOVE FINISHED FLOOR
M - ABOVE COUNTER TOP
     (COORDINATION REQUIRED)
TV - MOUNT AT TV HEIGHT
       (COORDINATION REQUIRED)
CLG - CEILING MOUNT

SPECIAL CONFIGURATION:
WP - **WEATHER PROOF, PROVIDE
          WHILE IN USE COVER
GFI - **GROUND FAULT CIRCUIT
          INTERRUPTED
IG - ISOLATION GROUND
GWS - GANG WITH SWITCH

CONTROLLED RECEPTACLE:
(IF APPLICABLE)

SEE LIGHTING CONTROL DETAIL FOR
ADDITIONAL INFORMATION

CIRCUIT NUMBER:
BRACKETS ('[]') DENOTE

EXISTING CIRCUIT.

BATTERY POWERD WALL DIMMER, 1 GANG
1-POLE 0-10V DIMMING (NLIGHT AIR #RPODB DX G2)

WS

D,WS

WIRELESS POWER RELAY PACK.
(NLIGHT AIR #RPP20 D EFP G2). COORDINATE DIMMING WITH
EACH LIGHT FIXTURE

RPP
WS

OSOSOSOS
CEILING OCC SENSOR BATTERY POWERED
(NLIGHT AIR #RCMSB PDT7 G2)

BATTERY POWERD WALL DIMMER, 1 GANG
2-POLE 0-10V DIMMING (NLIGHT AIR #RPODB 2P DX G2)

D,WS
a,b

BATTERY POWERD, 1 GANG,1-POLE
(NLIGHT AIR #RPODB)

WS

R
OSOSOSOS

CEILING OCC SENSOR WITH AUXILIARY RELAY
(NLIGHT AIR #RCMS PDT 10 AR)

MEANS OF EGRESS

EGRESS ILLUMINATION LEVEL WILL MEET OR EXCEED PROVISIONS
OF CBC 1008.2.

FIXTURES WITH (EM) AND FIXTURE TYPE XM WILL HAVE A 90
MINUTE BATTERY BACK-UP. THESE FIXTURE WILL ILLUMINATE  THE
FLOOR UNDER EMERGENCY POWERAND  WILL MEET OR EXCEED
PROVISIONS OF CBC 1008.3.

BATTERY POWERD WALL DIMMER, 1 GANG
4 SCENE CONTROL, 0-10V DIMMING (NLIGHT AIR #RPODB 4S
DX G2)

D,WS
4P

WS
OSOSOSOS

HIGH BAY CEILING OCC SENSOR AND DAYLIGHT SENSOR
BATTERY POWERED (NLIGHT AIR #RCMS 6 G2)

PC HB

LIGHTING CONTROL NOTES:

QUANTITY AND LOCATION OF ALL SENSORS ARE SHOWN FOR
DESIGN INTENT. LIGHTING CONTROL MANUFACTURER SHALL
SUBMIT COMPLETE SHOP DRAWING SHOWING PREFERRED
LOCATION AND QUANTITY OF SENSORS REQUIRED FOR
OPTIMUM SYSTEM PERFORMANCE.

PROVIDE OCCUPANCY SENSOR, WALL OR CEILING MOUNTED AS
SHOWN ON THIS PLAN WITH TYPE AND MODEL THAT CAN
ACCOMMODATE THE SPACE REQUIREMENT FOR THE ROOM OR
AREA.

OFFICES, FITNESS ROOM, LOBBY, AND TRAINING ROOM :
ASSOCIATED FAN COIL AND/OR SUPPLY TURNS OFF WHEN
SPACE IS UNOCCUPIED WITH A 5 MINUTE TIME DELAY OFF.

LIGHTING CONTROL LEGEND

DATA OUTLET
PROVIDE 5S BOX WITH 1"(EMT) CONDUIT STUB  TO ACCESSIBLE CEILING
SPACE.

WALL TELEPHONE OUTLET.  PROVIDE 4S BOX WITH 3/4"(EMT) CONDUIT
STUB  TO ACCESSIBLE CEILING SPACE.

W

AP

WIRELESS ACCESS POINT "WAP".
FLUSH MOUNT PER PLAN. CEILING MOUNT AT T-BAR CEILING AND WALL
MOUNT AT APP. BAY. PROVIDE 4S BOX, RING AND 3/4" EMT TO CABLE
TRAY/ABOVE T-BAR CEILING.

TV FLAT SCREEN TV OUTLET. FLUSH MOUNT AT COORDINATE MOUNTING
HEIGHTS WITH ARCHITECT PRIOR TO ROUGH-IN. PROVIDE 4S BOX, RING
AND 3/4" EMT CONDUIT ACCESSIBLE CEILING SPACE.

WALL DATA OUTLET ADJACENT TO TV OUTLET.  PROVIDE 4S BOX WITH
3/4"(EMT) CONDUIT STUB  TO ACCESSIBLE CEILING SPACE.  FLUSH MOUNT
AT COORDINATE MOUNTING HEIGHTS WITH ARCHITECT PRIOR TO
ROUGH-IN. PROVIDE 4S BOX, RING AND 3/4" EMT CONDUIT ACCESSIBLE
CEILING SPACE.

TV

NOTE:
DATA, PHONE,  AND "WAP" OUTLETS: CONTRACTOR TO PROVIDE BOX, RING,
AND CONDUIT WITH PULL STRING. OWNER  WILL FURNISHED AND INSTALL
DEVICE, JACKS, ALL CABLING AND PLATE.

TV OUTLET: CONTRACTOR TO PROVIDE BOX, RING, CONDUIT,  DEVICE,
JACKS, ALL CABLING AND PLATE.

TV PREWIRE: EACH TELEVISION OUTLET SHOWN ON THE PLANS SHALL HAVE
AN RG6U (WITH QUAD SHIELD) COAXIAL CABLE HOMERUN PREWIRED TO THE
CATV POINT OF CONNECTION IN IT ROOM. LABEL AND LEAVE 10FT SLACK
FOR UTILITY CONNECTION.

COMBINATION POWER/DATA FLOOR BOX. PROVIDE 4-GANG FLOOR BOX
(WIREMOLD EVOLUTION SERIES), FOR DOUBLE DUPLEX OUTLET,
COMMUNICATION OUTLET, AND SPARE SPACE.  CONTRACTOR TO PROVIDE
ALL ACCESSORIES FOR A WORKING SYSTEM.

ELECTRICAL
LEGEND AND

ABBREVIATIONS

3-WAY SWITCH

SINGLE POLE SINGLE THROW (SPST) SWITCH

LIGHTING POWER BRANCH CIRCUIT

CEILING MOUNTED OCCUPANCY SENSOR EXTENDED
RANGE 360 DEGREES LINE VOLTAGE, DUAL
TECHNOLOGY. (SENSOR SWITCH #CMR PDT 10)

CONTROL CABLE, CAT 5 LOW VOLTAGE PER SYSTEM
REQUIREMENTS ABOVE T-BAR CEILING.

4-WAY SWITCH

nLIGHT LOW VOLTAGE DUAL TECHNOLOGY CEILING MOUNT
360° OCCUPANCY SENSOR (#nCM PDT 10). "C" DENOTES
CORNER MOUNT.

nOS

nLIGHT 1-POLE WALL SWITCH OCCUPANCY SENSOR,
DUAL TECHNOLOGY, LOW VOLTAGE, DIMMING
CONTROL (#nWSX PDT LV DX)

LOW VOLTAGE PER MANUFACTURER'S
REQUIREMENTS IN 1/2" CONDUIT

nLIGHT 0-10V DIMMING POWERPACK TO DIMM FIXTURES
(nPP16D) REFER TO MANUFACTURER WIRING DIAGRAM.

nPP

nLIGHT POWER PACK FOR CONTROLLED RECEPTACLES
(nPP20 PL). REFER TO MANUFACTURER WIRING DIAGRAM.
CONDUIT DOWN TO CONTROLLED RECEPTACLES.

nPP
T24

CEILING MOUNTED OCCUPANCY SENSOR 360
DEGREES LOW VOLTAGE, DUAL TECHNOLOGY.
(SENSOR SWITCH #CM PDT 10)

nLIGHT 2 CHANNELS WITH DIMMING CONTROLS
(nLIGHT NPODM 2P DX)

nOS
PC

nLIGHT LOW VOLTAGE DUAL TECHNOLOGY CEILING
MOUNT 360° OCCUPANCY SENSOR WITH DAYLIGHT
HARVESTING (#nCM PDT 10 ADC)
PROGRAM SENSOR TO PROVIDE SEPARATE CONTROL
FOR PRIMARY AND SECONDARY DAYLIT ZONES (AS
APPLICABLE). GENERAL LIGHTING POWER IN
ASSOCIATED DAYLIT ZONE SHALL BE REDUCE BY A
MINIMUM OF 65%

nLIGHT 4 CHANNELS WITH DIMMING CONTROLS
(nLIGHT NPODM 4P DX)

CEILING FAN/LIGHT CONTROL (LUTRON MAESTRO
#MA-LFQHW)

WALL SWITCH OCCUPANCY SENSOR, 2-BUTTON, DUAL
TECHNOLOGY (SENSOR SWITCH #WSD PDT 2P)

WALL SWITCH OCCUPANCY SENSOR, 2-BUTTON,
PASSIVE INFRARED (SENSOR SWITCH #WSX)

nLIGHT SINGLE CHANNEL WITH DIMMING CONTROLS
(nLIGHT NPODM DX)

nLIGHT AUTOMATIC DIMMING CONTROL PHOTOCELL (#nCM
ADCX). SINGLE ZONE CONTROL. PROGRAM TO PROVIDE
DIMMING CONTROL FOR DAYLIT ZONE. GENERAL LIGHTING
POWER IN ASSOCIATED DAYLIT ZONE SHALL BE REDUCED
BY A MINIMUM OF 65%.

nPC

0-10V WALL DIMMING OCCUPANCY WALL SWITCH
(ACUITY #WSX D BC)

nPP
(ER) nLIGHT 0-10V DIMMING EMERGENCY POWERPACK TO DIMM

FIXTURES (nPP16D ER) REFER TO MANFUFACTURER WIRING
DIAGRAM.

nB8

nLIGHT OPEN ADR INTERFACE MODULE. RECEIVES
POWER DEMAND INFORMATION FROM UTILITY DRAS.
SUPPORTS UP TO 5nLIGHT GATEWAYS. INCLUDE
POWER SUPPLY

nADR

nWP nLIGHT GRAPHIC TOUCH SCREEN WALL SWITCH
(#nPOD TOUCH). FURNISH WITH POWER SUPPLY #PS 150.

nLIGHT ECLYPSE DIGITAL TIME CLOCK AND NETWORK
CONTROLLER; MAX 1500 nLIGHT NETWORK DEVICES;
POWER SUPPLY (120VAC), AND TOUCH SCREEN (NGWY2
GFX WITH PS 150 POWER SUPPLY) INTERFACE INCLUDED;
BACNET INTERFACING MOUNTED IN NEMA 1 ENCLOSURE.

nECY

nLIGHT SECONDARY DIMMING POWERPACK TO DIM
INCANDESCENT FIXTURES (nSP5 PCD). COORDINATE
DIMMING TYPE WITH LIGHT FIXTURE.  REFER TO
MANUFACTURER WIRING DIAGRAM.

nSP

LINE VOLTAGE POWER PACK (ACUITY PP20)

VACANCY SENSOR WALL SWITCH (ACUITY #SSD VA
120)

nLIGHT HIGH BAY 360 DEGREE SENSOR. PIR OCCUPANCY
DETECTION. (nCM 6)

nOS

12 HOUR  INTERVAL TIMER (SENSOR SWITCH #PTS
720) UON.

H

C

nLIGHT 8 PORT BRIDGE (#nBRG 8). FURNISH WITH
POWER SUPPLY #PS 150.

WALL SWITCH OCCUPANCY SENSOR, SINGLE BUTTON,
DUAL TECHNOLOGY (SENSOR SWITCH #WSD-PDT)

DOUBLE POLE SINGLE THROW (DPST) SWITCH

TIMER SWITCH

OS
LV

PP

OS

TS

F/L

nD

n2D

n4D

nOSD

W/ PILOT LIGHT
P

4

3

2

VA

D,OS

D

KEY OPERATED
K

W/ THERMO OVERLOAD
T

DUAL LEVEL SWITCHING

C5

LV

NEF nLIGHT ENABLE FIXTURE. FIXTURE WILL HAVE
INTEGRAL POWER PACK.

SYSTEM FURNITURE FEED

SF

SF

COMMUNICATION FURNITURE FEED POKE-THRU ASSEMBLY
DATA  (WIREMOLD 6ATCFF SERIES, (2)8 PORT COMM MOUNTING PLATE
AND#6ACT8A AND (2) 2 PORT COMM MOUNTING PLATE #682A, TERMINATE
CAT6 CABLES IN POKE-THRU, COVER #6FFTCGY.
COORDINATE WITH OWNER PRIOR TO ROUGH-IN

LINE VOLTAGE FURNITURE FEED POKE-THRU ASSEMBLED UNIT  (WIREMOLD
#RC9AM2TC SERIES).
COORDINATE WITH OWNER PRIOR TO ROUGH-IN

COMMUNICATION LEGEND

nLIGHT LOW VOLTAGE AUXILARY RELAY (nAR40)
CONNECT TO HVAC FOR INTERLOCK OF OCCUPANCY
SENSOR. LOW VOLTAGE WIRING BY MECHANICAL
CONTRACTOR FROM FAN COIL (FC) PER MECHANICAL
DRAWINGS. CONNECT WIRE TO  nAR40 AUXILIARY RELAY TO
BE PROGRAMMED TO NORMALLY CLOSED, PROVIDE 5
MINUTE TIME DELAY. REFER TO MECHANICAL DRAWINGS
FOR MECHANICAL ZONES.

nAR

PV AND BATTERY STORAGE

nPS nLIGHT POWER SUPPLY, 80mA (nPS 80)

nLIGHT ACUITY RELAY PANEL,16 RELAYS, 16 FIELD
CONFIGURABLE RELAYS,  DELIVERS 0-10V DIMMING
AND SWITCHING.
(#ARP INTENC16NLT 16FCR MVOLT 1VB SC SM)

nARP

AS nLIGHT ANALOG SENSOR, OUTDOOR, WITH
SWITCHING/DIMMING THRESHOLDS REMOTELY
ADJUSTABLE (VIA SENSORVIEW)
(#ARPA APS OL)

E-0.2

FC-XXX

nAR
ERV-XXX

nLIGHT LOW VOLTAGE AUXILARY RELAY (nAR40)
LOW VOLTAGE WIRING BY MECHANICAL CONTRACTOR FROM
ENERGY RECOVERY VENTILATOR (ERV) PER MECHANICAL
DRAWINGS. CONNECT WIRE TO  nAR40 AUXLIARY RELAY TO
BE PROGRAMMED TO NORMALLY CLOSED, PROVIDE 5
MINUTE TIME DELAY. REFER TO MECHANICAL DRAWINGS
FOR MECHANICAL ZONES.

(EM)

EMERGENCY LIGHTING
CONNECTED TO EMERGENCY
LIGHTING INVERTER
(WHERE SHOWN)

LV

LV

POWER LEGEND

DUPLEX RECEPTACLE

(GFCI) GROUND FAULT CURRENT INTERRUPTER DEVICE

MOUNT ABOVE COUNTER PER ADA. REFER TO ARCH.

MOUNT AT +48" MEASURED TO TOP OF BOX.

NEMA 3R COVER (BELL # 1503 OR ENGINEER APROVED EQUAL)

208V RECEPTACLE

FLOOR MOUNTED OUTLET

(1)CONTROLLED DUPLEX RECEPTACLE AND (1) DUPLEX RECEPTACLE

GROUND BAR

CEILING MOUNTED OUTLET

GANG WITH SWITCH

DISCONNECT FUSE OR NON FUSED

USB OUTLET (LEVITON #T-5832 OR EQUAL)

CR

SA

DOUBLE DUPLEX RECEPTACLE

J

120V COMBINATION SMOKE ALARM AND CARBON MONOXIDE WITH
BATTERY BACK-UP MOUNTED AT CEILING. ALL ALARM MUST BE
INTERCONNECTED SO THAT ALL DETECTORS SOUND AN ALARM WHEN
SMOKE IS DETECTED BY ANY ONE OF THE DETECTORS ANYWHERE.
(KIDDE #P3010CU)

 "CONTROLLED" DUPLEX RECEPTACLE  PER 2016 CA ENERGY CODE
REQUIREMENTS 130-5 "CIRCUIT CONTROLS FOR 120V RECEPTACLES"
(LEVITON 5362-S2X, HEAVY DUTY SPEC GRADE; LEVITON 16352-WPX)

COMMUNICATION OUTLET FOR DATA OR PHONE.  PROVIDE 3/4"ENT
CONDUIT STUB  TO "CTB" OR ABOVE ACCESSIBLE CEILING SPACE.

COMBINATION POWER AND TELEVISION OUTLET. PROVIDE 3/4"ENT
CONDUIT TO "CTB" (ARLINGTON TVBS50-DB OR EQUAL) VERIFY
MOUNTING HEIGHT PRIOR TO ROUGH-IN.

COMBINATION POWER/DATA FLOOR BOX. PROVIDE 5-GANG FLOOR BOX
(WIREMOLD EVOLUTION SERIES), FOR DOUBLE DUPLEX OUTLET,
COMMUNICATION OUTLET, HDMI CONNECTION FOR TELEVISION, AND
SPARE SPACE.  CONTRACTOR TO PROVIDE ALL ACCESSORIES FOR A
WORKING SYSTEM.

COMBINATION POWER/DATA FLOOR BOX. PROVIDE 4-GANG FLOOR
BOX (POKE-THRU) (WIREMOLD RFB4 SERIES), FOR (1)DUPLEX
RECEPTACLE AND (1)CONTROLLED DUPLEX RECEPTACLE ,
(1)COMMUNICATION OUTLET, AND SPARE SPACE. CONTRACTOR TO
PROVIDE ALL ACCESSORIES FOR A WORKING SYSTEM.

DUPLEX RECEPTACLE. REMOVE BREAK-OFF TAB. TOP OUTLET IS
CONTROLLED AND BOTTOM OUTLET IS UN-CONTROLLED. CONTROLLED
OUTLET  SHALL HAVE A PERMANENT MARKING TO DIFFERENTIATE
THEM FROM UNCONTROLLED OUTLET PER 2016 CA ENERGY CODE
REQUIREMENTS. (LEVITON 5362S1X, HEAVY DUTY SPEC GRADE,
LEVITON 16352-1PX-DECORA)

CARD READER. PROVIDE 1/2"C.O. TO ACCESSIBLE CEILING SPACE.
VERIFY ROUGH-IN REQUIREMENTS WITH CARD READ
MANUFACTURER.

PHONE/DATA COMBO FLOOR OUTLET

DATA FLOOR OUTLET

TELEPHONE FLOOR OUTLET

SINGLE RECEPTACLE

DUPLEX- HALF SWITCHED

FLOOR MOUNT 208V, 1Ø RECEPTACLE

SWITCHED RECEPTACLE

J DROP CORD RECEPTACLE

MISCELLANEOUS

CONDUIT/WIRE LIGHT FIXTURES

CONVENTIONS

LEGEND

3103

NUMBERED SHEET NOTES:
REFERS TO NOTES ON SAME
SHEET AS REFERENCE

DETAIL REFERENCE:
Z = DETAIL DESIGNATION
X = SHEET NUMBER

REFERENCE

Z

X

FEEDER SCHEDULE DESIGNATION
(EXAMPLE: 3103 = 310 AMPERE,
600V, 3 CURRENT CARRYING
CONDUCTORS, PREFIXES: 'M'
INDICATES MEDIUM VOLTAGE,
'CO14' INDICATES CONDUIT ONLY,
QUANTITY (1) AND SIZE (4"))

X

MECHANICAL SYSTEMS TAG
(REFER TO MECHANICAL
SHEETS)

Y = UNIT TYPE
X = UNIT NUMBER

Y
X

COMBINATION STARTER

MAGNETIC CONTACTOR

DAMPER MOTOR

HUMIDISTAT

SURFACEMOUNT CABINET

FLUSHMOUNT CABINET

SURFACEMOUNT PANEL

FLUSHMOUNT PANEL

PUSHBUTTON

H

M

DM

SPEAKER- WALLMOUNT

SPEAKER- CLG FLUSHMOUNT

HEADSET OUTLET

AUXILIARY INPUT

MICROPHONE INPUT

CLOCK/SPEAKER WALLMOUNT

SPEAKER- CLG FLUSHMOUNT
VANDAL-RESISTANT

VOLUME CONTROL
V S

SEMI-FLUSH
S

A

HS

V

M

S

S

CIRCUIT BREAKER

FUSIBLE SWITCH

GROUND

THERMOSTAT

A

CLOCK

PHASEØ

T

MOTOR

(E) POWER HOMERUN

INDICATES LINE CONTINUES

WIRE LINE- CONTINUES

CONDUIT STUB (W/MARKER)

VERTICAL CONDUIT RUN

FLEXIBLE CONNECTION

SURFACEMOUNT RACEWAY

CORD W/PLUG

LOW VOLTAGELV

CONDUIT SEAL

NEW POWER HOMERUN
(3 HOTS & NEUT SHOWN)

ISOLATED GROUND

EXISTING TO REMAIN

NEW

E

UNDERGROUND

WALL MOUNTED CLOCK

CLOCK/SPEAKER COMBINATION S

SAFETY DISCONNECT

SOUND

END OF LINE RESISTOR

CHIME

DUCT SMOKE DETECTOR

VISUAL- VISUAL DEVICE

MANUAL PULL STATION

HORN- AUDIBLE DEVICE

AUDIBLE/VISUAL

SMOKE DETECTOR

HEAT DETECTOR

BELL

TAMPER SWITCHT

P

FLOW SWITCH

AV

V

F

H

FIRE ALARM CONTROL PANEL

REMOTE POWER SUPPLYRPS

SPEAKER/VISUALSV

FIRE ALARM

SFD SMOKE FIRE DAMPER

SDCO

SDD

SD

H

B

C

SMOKE DETECTOR WITH CO

J JUNCTION BOX

SDV SMOKE DETECTOR WITH VISUAL

CEILING SURFACEMOUNT

WALL SURFACEMOUNT

PENDANT MOUNT

RECESSED DOWNLIGHT

RECESSED WALLWASH

RECESSED LED

SURFACE LED

STRIP UON

TRACK LIGHT

DIRECTIONAL FLOOD

BOLLARD

TANDEM-WIRED LAMPS

UNDERCABINET LIGHT

WALL SURFACE MOUNT
LINEAR TYPE

PENDANT LINEAR LED

RECESSED WALL MOUNT

WALL-PACK

EXIT LIGHT- WALL

EXIT LIGHT- CEILING
(ARROW INDICATES
DIRECTION)

EMERGENCY FIXTURE

POLE LIGHT

POLE LIGHT- DECORATIVE

UPLIGHT- FLUSH IN
GRADE

LETTER ADJACENT
INDICATES FIXTURE TYPE

LED COVE LIGHT PER
FIXTURE SCHEDULE

0-10V DIMMING WALL SWITCH(SYNERGY #ISD BC)
PHASE DIMMING WALL SWITCH  (SYNERGY #ISD ADEZ)

WHILE-IN USE NEMA 3R COVER (TAYMAC #MX4280S OR ENGINEER
APROVED EQUAL)

CIRCUITING LEGEND

AutoCAD SHX Text
OS

AutoCAD SHX Text
OS

AutoCAD SHX Text
a,b

AutoCAD SHX Text
DT

AutoCAD SHX Text
OS

AutoCAD SHX Text
G

AutoCAD SHX Text
WIU

AutoCAD SHX Text
WP

AutoCAD SHX Text
M

AutoCAD SHX Text
W

AutoCAD SHX Text
TV

AutoCAD SHX Text
CLG

AutoCAD SHX Text
GWS

AutoCAD SHX Text
U

AutoCAD SHX Text
HDMI

AutoCAD SHX Text
CO
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San Luis Obispo, CA 93406
P.O. Box 1167 - 3562 Empleo St.

THOMA ELECTRIC, INC.
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PROBATION
HEADQUARTERS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1 PC1 12/15/2023

MSB

M

PRIMARYSECONDARY

1

277/480V, 3-PHASE, 4-WIRE SERVICE, 65KAIC BRACING

600A,3P
CIRCUIT

BREAKER

13

PANEL

HMR

60A,3P
CIRCUIT

BREAKER

225A,3P
CIRCUIT

BREAKER

17

PANEL

LRG

TRANSFORMER

TLR
PRIMARY:  480V

SECONDARY: 120/208V
3Ø, 4W

REFERENCE NOTES
1. UTILITY PAD MOUNTED TRANSFORMER.

2. UTILITY PRIMARY SERVICE.

3. UTILITY SECONDARY SERVICE.

4. MAIN SWITCHBOARD (1600A, 277/480V, 3-PHASE, 4-WIRE). NEMA 3R

5. UNDERGROUND PULL SECTION PER SOUTHERN CALIFORNIA
EDISON (SCE) REQUIREMENTS.

6. SERVICE MAIN CIRCUIT BREAKER SECTION WITH CUSTOMER
METERING PER TITLE 24 REQUIREMENTS.

7. DISTRIBUTION SECTION.

8. EMERGENCY LIGHTING INVERTER. REFER TO LIGHTING FLOOR
PLANS FOR SIZES.

9. NOT USED.

10. IT ROOM PANELS.

11. 480V MECHANICAL UNITS.

12. STEP-DOWN TRANSFORMER.

13. PANELBOARD FOR MECHANICAL LOADS 277/480V, 3PHASE.

14. PANELBOARD ON EACH FLOOR FOR  MECHANICAL LOADS AT
120/208V, 3PHASE.

15. SURGE PROTECTIVE DEVICE "SPD". PROVIDE INTEGRAL WITH
"MSB" AND PANELBOARD WITH INTERNAL DISCONNECT.

16. PANELBOARD ON EACH FLOOR FOR 277V LIGHTING LOADS. WILL
REQUIRE STEP-DOWN TRANSFORMER IF 120/208V LIGHTING LOADS
ARE USED.

17. PANELBOARD ON EACH FLOOR FOR 120/208V RECEPTACLE LOADS.

18. PANELBOARD FOR LEVEL 2 ELECTRIC VEHICLE LOADS.

19. PROVIDE AN ENERGY-REDUCING MAINTENANCE SWITCH WITH
LOCAL STATUS INDICATOR FOR MEANS OF REDUCING THE
INCIDENT ARC-FAULT ENERGY PER CEC 240.87. DOCUMENTS
SHALL BE AVAILABLE FOR INSTALLATION AND INSPECTION PER
CEC 240.87.

20. PHOTOVOLTAIC SYSTEM AND BATTERY ENERGY STORAGE SYSTEMS
(BESS) BREAKERS SHALL BE PROVIDED AT THE END OF THE BUS AND
SIZED PER CEC 705.12(B)(2)(3)(B).

21. CIRCUIT BREAKER SHALL BE CAPABLE OF BACK FEED.

22. POWER METERING WITH MODBUS AND BACNET. (SIEMENS SEM3
SERIES FOR BRANCH CIRCUIT BREAKERS AND SIEMENS PAC3220
SERIES   FOR THE MAIN BREAKER). LOW VOLTAGE WIRING WILL NEED
TO CONNECT TO BUILDING MANAGEMENT SYSTEM.

23. PROVIDE BATTERY ENERGY STORAGE SYSTEM, "BESS" PER 2022
BUILDING ENERGY EFFICIENCY STANDARDS SECTION 140.10. (50KW
AND 372KWH) BOD: SOCOMEC SUNSYS HES L. P ROVIDE (1) 2"
CONDUIT FROM THE BESS TO THE ACCESSIBLE CEILING SPACE
WITHIN GEAR CHECK ROOM 004 FOR FUTURE INTEGRATION INTO
BUILDING MANAGEMENT SYSTEM.

24. SHUT TRIP FOR ELEVATOR UNIT.

25. HYDRAULIC ELEVATOR. ASSUMED 25HP. PROVIDE FUSED
DISCONNECT WITH FUSES TO LIMIT FAULT CURRENT TO MEET
MANUFACTURER'S REQUIREMENTS.

26. POWERFLEX NEXUS SENSE SMART METERING FOR EV SYSTEM.
FURNISHED BY COUNTY VENDOR AND EC TO INSTALL BRANCH
480V 3 PHASE 4-WIRE BRANCH CIRCUIT NEAR "MSB". VERIFY WITH
VENDOR PRIOR TO ROUGH-IN.

27. POWER FLEX NEXUS CORE, LOAD MANAGEMENT SYSTEM FOR EV
SYSTEM. FURNISHED BY OWNER AND EC TO INSTALL. MOUNT AT
EXTERIOR BUILDING AS SHOWN ON ELECTRICAL SITE PLAN
ES-1.1.0. EC TO  PROVIDE 120V CONNECTION. COORDINATE WITH
VENDOR PRIOR TO ROUGH-IN.

28. POWER FLEX KIOSK FURNISHED BY OWNER AND EC TO INSTALL.
REFER TO SITE PLAN FOR LOCATION. EC TO PROVIDE 120V
CONNECTION.

29. COUNTY VENDOR TO PROVIDE AND INSTALL CT TO FEEDER AT EV
TRANSFORMER AT "MSB".

30. EC TO PROVIDE COMMUNICATION AND MONITORING CONDUIT
(MINIMUM 1"CONDUIT) WITH PULL STRING. COUNTY VENDOR TO
INSTALL ETHERNET CABLE.

31. 1600A, 480Y/277V, 3P, 4-WIRE NEMA 3R, PAD MOUNTED NEW
GENERATOR QUICK CONNECT SWITCHBOARD FOR PORTABLE
GENERATOR (GCP) (EATON GENERATOR QUICK CONNECT
SWITCHBOARD #DG015007EN SERIES OR APPROVED EQUAL).
PRIOR TO ENERGIZING, THE CONTRACTOR SHALL PERFORM FIELD
TESTING PER MANUFACTURER'S RECOMMENDATION.

32. STUB CONDUITS TO PULLBOX "PB1". SEE ELECTRICAL SITE PLAN
FOR LOCATION.

33. PROVIDE KIRK KEY AT BREAKERS AS SHOWN. WHEN PORTABLE
GENERATOR IS CONNECTED THE PV BATTERY, SOLAR, AND MAIN
CIRCUIT BREAKER SHALL BE LOCKED.

23

4

67

PANEL

EVG

1600AF
1200AT,3P
MCB
GFCI

12

17

PANEL

LR3

17

PANEL

17

PANEL

LR1

150KVA

450A,3P
CIRCUIT

BREAKER

18

PANEL

EVS

TRANSFORMER

TEVG
PRIMARY: 480V

SECONDARY: 120/208V
3Ø, 4W

12

TRANSFORMER

TM
PRIMARY: 480V

SECONDARY: 120/208V
3Ø, 4W

12

PANEL

LM2

14

PANEL

LM3

ROOF

300KVA

150KVA

16

PANEL

HLG

16

PANEL

HL3

16

PANEL

HL2

16

PANEL

HL1

A. IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO CONTACT AND
COORDINATE WITH THE SERVING UTILITY TO ENSURE ALL SERVING
UTILITY REQUIREMENTS ARE MET.

B. SERVICE ENTRANCE EQUIPMENT SHALL BE IN ACCORDANCE WITH
THE SERVING ELECTRIC UTILITY COMPANY'S REQUIREMENTS.

C. ALL CONDUCTORS SHALL BE COPPER WITH TYPE [THHN/THWN]
INSULATION UNLESS OTHERWISE NOTED. UNDERGROUND
CONDUCTORS SHALL BE LISTED FOR WET LOCATION.

D. ALL SWITCHES, CIRCUIT BREAKERS AND OTHER EQUIPMENT, AS
SPECIFIED, SHALL HAVE TERMINATION PROVISIONS LISTED AND
IDENTIFIED FOR USE WITH 75 DEG. CONDUCTORS, AND ALL FEEDER
CONDUCTORS, AND CONDUITS, ARE SIZE BASED ON USE OF 75 DEG.
C COPPER WIRES TYPE THWN/THHN.

E. ALL INSTALLED MATERIALS AND EQUIPMENT SHALL BE LISTED BY
UNDERWRITERS LABORATORY (U.L.) OR LISTED NATIONALLY
RECOGNIZED TESTING LABORATORY (NRTL) APPROVED BY A CITY
OF LONG BEACH BUILDING DEPARTMENT.

F. THE ELECTRICAL CONTRACTOR IS RESPONSIBLE FOR SUPPLYING
SWITCHGEAR SIZED TO FIT IN THE AVAILABLE SPACE .  REFER TO
ARCHITECTURAL PLANS FOR DIMENSIONAL INFORMATION NOT
SHOWN ON THE ELECTRICAL PLANS.  CONTRACTOR SHALL SUBMIT A
1/4" SCALE DRAWING OF ALL SWITCHGEAR, AND TERMINATION
CABINETS ON FLOOR PLAN WITH SUBMITTAL.

G. ALL BOXES AND ENCLOSURES (INCLUDING TRANSFER SWITCHES,
GENERATORS, AND POWER PANELS) FOR EMERGENCY CIRCUITS
SHALL BE PERMANENTLY MARKED SO THEY WILL BE READILY
IDENTIFIED AS A COMPONENT OF AN EMERGENCY CIRCUIT OR
SYSTEM, PER NEC 700-9(A).

H. PROVIDE TEMPORARY CONSTRUCTION POWER TO CONSTRUCTION
SITE.

I. SWITCHGEAR, TRANSFORMER, AND PANELBOARD  DESIGN SHOWN
ARE BASED ON SIEMENS PRODUCT. ENGINEER-APPROVED EQUAL
ALTERNATE PRODUCT WILL BE ACCEPTABLE (SQUARE D, EATON OR
ABB)

J. EMERGENCY LIGHTING SYSTEM (LIGHTING INVERTER) AND EXIT
LIGHTS SHALL BE CHECKED AND APPROVED BY THE FIRE

DEPARTMENT BEFORE THE APPROVAL OF THE FINAL PLANS.

K. IN ACCORDANCE WITH CEC 110.16. PROVIDE ARC FLASH
PROTECTION WARNING LABELS ON EACH SWITCHBOARD,
PANELBOARD, AND TRANSFORMER. LABELS SHALL BE PER ANSI
Z535.4 GUIDLINES. (SEE DETAIL 2 ON THIS SHEET).

L. SERIES RATED PANELBOARDS ARE NOT PERMITTED. ALL PANELS
ARE BOLT-ON BREAKERS. LOAD CENTERS ARE NOT PERMITTED.

M. PER CALIFORNIA TITLE 24 SECTION 130.5, WIRIING PROVISIONS HAVE
BEEN MADE FOR DISAGGREGATION OF THE ELECTRICAL CIRCUITS,
THE OPTIONAL METERING HAS NOT BEEN PROVIDED FOR THIS
PROJECT.

N. REFER TO PANEL SCHEDULES FOR INDIVIDUAL BRANCH CIRCUIT
VOLTAGE DROP.

O. BRANCH CIRCUIT/FEEDER DISTANCE IS SHOWN FOR REFERENCE
ONLY AS THE BASIS OF VOLTAGE DROP CALCULATIONS.
CONDUCTOR DISTANCE AS INDICATED SHALL NOT BE USED FOR
BIDDING/CONSTRUCTION PURPOSES. SHOULD THE FEEDER
DISTANCE EXCEED THE LENGTH NOTED PER INSTALLATION
CONDITIONS, NOTIFY THE ENGINEER OF RECORD. TYPICAL.

P. PROVIDE COMPLETE SHORT CIRCUIT AND COORDINATION STUDY
PER SPECIFICATION 26 05 73. ELECTRICAL SERVICE EQUIPMENT
SHALL BE LEGIBLY-MARKED IN THE FIELD WITH THE MAXIMUM
AVAILABLE FAULT CURRENT. (AFC) THE FIELD MARKING(S) SHALL
INCLUDE THE DATE THE FAULT CURRENT CALCULATION WAS
PERFORMED AND BE OF SUFFICIENT DURABILITY TO WITHSTAND
THE ENVIRONMENT INVOLVED PER CEC 100.24.

Q. PROVIDE ARC FLASH HAZARD ANALYSIS PER SPECIFICATION 26 05
73. ELECTRICAL EQUIPMENT LIKELY TO REQUIRED EXAMINATION,
ADJUSTMENT, SERVICING OR MAINTEANCE WHILE ENERGIZED
SHALL BE FIELD OR FACTORY-MARKED TO WARN QUALIFIED
PERSON OF POTENTIAL ELECTRICAL ARC FLASH HAZARDS.
PROVIDE ARC-FLASH LABELING COMPLIANT WITH CEC 110.16

R. NO PIPING, DUCTS OR EQUPIMENT FOREIGN TO ELECTRICAL
EQUIPMENT SHAL LBE PERMITTED TO BE LOCATED WITH THE
DEDICATED SPACE ABOVE THE ELECTRICAL PANELBOARDS (CEC
110.26(F)
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#3/0 COPPER GROUND BONDING
JUMPER. OCCURRING AT
SERVICE ENTRANCE EQUIPMENT.
SIZED PER 2022 CEC TABLE
250.102(C)(1).

MSB ONLY

BONDING OF "OTHER METAL
PIPING AND METAL WATER
PIPE" PER 2022 CEC
250.104(A)(B)

#3/0 COPPER GROUNDING
CONDUCTOR. SIZED PER 2022
CEC TABLE 250.66

"UFER"
CONCRETE-ENCASED
ELECTRODE, 1/2" MIN.
DIAMETER. PER 2022
CEC 250.52(A)(3)

"METAL UNDERGROUND WATER
PIPE" 3/4" MINIMUM PER 2022 CEC
250.52(A)(1)

"METAL BUILDING/STRUCTURE
FRAME" PER 2022 CEC
250.52(A)(2)

"ROD AND PIPE ELECTRODES"
3/4" MINIMUM PER 2022 CEC
250.52(A)(5)(a)(b)

"GROUND ROD" 5/8" DIA. X
10 FT ELECTRODE PER
2022 CEC 250.52(A)(5)(b)

#1 COPPER GROUNDING
CONDUCTOR. SIZED PER 2022
CEC TABLE 250.122

#6 COPPER GROUNDING
CONDUCTOR PER 2022 CEC
250.66(A)

#4 COPPER GROUNDING
CONDUCTOR PER 2022 CEC
250.66(B)

SUPPLEMENTAL
ELECTRODE
REQUIRED PER 2022
CEC 250.53 (D)(1)(2)

#6 COPPER GROUND PER
PER 2022 CEC 250.53 (E)

BONDING OF "PIPING
SYSTEM AND EXPOSE
STRUCTURAL STEEL" PER
2022 CEC 250.104(C)

SERVICE EQUIPMENT
ENCLOSURE FULL
LENGTH GROUND BUS

PER 2022 CEC 250.50 GROUNDING
ELECTRODES PRESENT AT
STRUCTURE/BUILDING SHALL BE
BONDED TOGETHER TO FORM THE
GROUNDING ELECTRODE SYSTEM.
WHERE GROUNDING ELECTRODES
IDENTIFIED IN 2010 CEC 250.52(A)(1)
THROUGH (A)(7) ARE NOT PRESENT
AT STRUCTURE/BUILDING PROVIDE
ONE OR MORE OF THE ELECTRODES
INDICATED.

1 GROUND/BOND DETAIL AT "MSB"

SPD

400A,3P
CIRCUIT

BREAKER

PANEL

LMG

PANEL

LM1
SPD

20A,3P
CIRCUIT

BREAKER

1600A BUS, 277/480V, 3-PHASE, 4-WIRE
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150AF/200A
3P

654G1

RACEWAY
QUANTITY/SIZE

FEEDER
NO.

COPPER FEEDER SCHEDULE

CONDUCTORS

-"G" DESIGNATES GROUND CONDUCTOR HAS BEEN INCREASED IN SIZE DUE TO VOLTAGE DROP.

L=160FT
VD1=0.54%
AIC<10,000A

L=115FT
VD2=1.29%
VDT=1.83%
AIC<10,000A

504

504

(1) 1"C (4) #6 THWN & (1) #10 GND.654

L=30FT
VD3=0.34%
VDT=2.17%
AIC<10,000A

L=35FT
VD4=0.38%
VDT=2.55%
AIC<10,000A

354

(1) 3/4"C (4) #10 THWN & (1) #10 GND.354

6204

L=85FT
VD1=0.27%

AIC=31,321A

(2) 4"C (4) #350 KCMIL THWN & (1) #1 GND. EACH6204

L=25FT
VD2=0.10%
VDT=0.37%
AIC=25,910A

2303

(1) 3"C (3) #350 KCMIL THWN & (1) #1 GND.2303G1

L=40FT
VD3=0.34%
VDT=0.71%
AIC=20,872A

5104

(2) 3"C (4) #250 KCMIL THWN & (1) #1 GND. EACH5104

L=35FT
VD4=0.36%
VDT=1.07%
AIC=13,600A

2004

(1) 2"C (4) #3/0 THWN & (1) #6 GND.2004

L=70FT
VD4=0.71%
VDT=1.42%
AIC=10,086A

L=80FT
VD5=1.03%
VDT=2.45%
AIC<10,000A

2004

14

14 14

1154

(1) 1-1/2"C (4) #2 THWN & (1) #6 GND.1154

1153

(1) 1-1/2"C (3) #2 THWN & (1) #6 GND.1153

L=120FT
VD1=0.29%
AIC=9,435A

L=50FT
VD1=0.31%
AIC=13,145A

853

(1) 1-1/4"C (3) #4 THWN & (1) #8 GND.853

L=45FT
VD2=0.55%
VDT=0.86%
AIC<10,000A

1504

L=40FT
VD3=0.78%
VDT=1.64%
AIC<10,000A

L=20FT
VD3=0.39%
VDT=1.25%
AIC<10,000A

(1) 2"C (4) #1/0 THWN & (1) #6 GND.1504

654
654

16754

(3) 4"C (4) #400 KCMIL THWN & (1) #2/0 GND. EACH10254

2303G1

L=165FT
VD1=0.39%

AIC=18,074A

L=25FT
VD2=0.21%
VDT=0.60%

AIC=16,353A

L=130FT
VD3=1.18%
VDT=1.78%

AIC<10,000A

5104

2304

1154

1154

L=5FT
VD4=0.06%
VDT=1.84%

AIC<10,000A

L=10FT
VD4=0.13%
VDT=1.91%

AIC<10,000A

2304

1154

1154

L=5FT
VD4=0.06%
VDT=2.12%

AIC<10,000A

L=10FT
VD4=0.13%
VDT=2.19%

AIC<10,000A

L=160FT
VD3=1.46%
VDT=2.06%

AIC<10,000A

4603

(2) 2"C (3) #4/0 THWN & (1) #2 GND. EACH4603

L=60FT
VD1=0.24%
AIC=31,436A

L=15FT
VD2=0.11%
VDT=0.35%

AIC=29,543A

L=85FT
VD3=0.62%
VDT=0.97%

AIC=19,017A

L=35FT
VD4=0.45%
VDT=2.51%

AIC<10,000A

(1) 3"C (4) #300 KCMIL THWN & (1) #3 GND.2004G1

(1) 2"C (4) #1/0 THWN & (1) #4 GND.1154G1

(1) 1-1/2"C (4) #2 THWN & (1) #6 GND.654G1

(1) 1-1/4"C (4) #4 THWN & (1) #6 GND.504G1

(1) 1"C (4) #8 THWN & (1) #10 GND.504 (1) 2-1/2"C (3) #4/0 THWN & (1) #4 GND.2303

1154

10254

6204

(5) 4"C (4) #400 KCMIL THWN & (1) #4/0 KCMIL GND. EACH16754

(1) 2-1/2"C (4) #4/0 THWN & (1) #4 GND.2304

"GCP" 31
(N) 1600A, 277/480, 3Ø, 4W,
65KAIC, NEMA 3R.

K

RACEWAY
QUANTITY/SIZE

FEEDER
NO. CONDUCTORS

1
-
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INDOOR LIGHTING FIXTURE SCHEDULE
TYPE ILLUSTRATION MANUFACTUR

ER CATALOG NO. VOLTAGE MAX
VA LAMPING MOUNTING DESCRIPTION

A
LITHONIA ENVX 2X2 HRG

4000LM 90CRI 35K
DARK EZT MVOLT
[OPTIONS]
[CONTROLS]

MVOLT 36.28 3500K LED RECESSED 2'X2' RECESSED LED
TROFFER. 0-10V
DIMMING.

B1
FOCAL
POINT

FSM4BS BWBW 375DN
275UP 935K [CIRCUIT]
UNV [CONTROL]  C24
[OPTIONS] [FINISH]  6FT

MVOLT 36 3500K LED PENDANT 6FT LONG
INDIRECT/DIRECT
LINEAR LED PENDANT,
0-10V DIMMING

B2
FOCAL
POINT

FSM4BS BWBW 375DN
275UP 935K [CIRCUIT]
UNV [CONTROL]  C24
[OPTIONS] [FINISH]  8FT

MVOLT 48 3500K LED PENDANT 8FT LONG
INDIRECT/DIRECT
LINEAR LED PENDANT,
0-10V DIMMING

B3
FOCAL
POINT

FSM4BS BWBW 375DN
275UP 935K [CIRCUIT]
UNV [CONTROL]  C24
[OPTIONS] [FINISH]
12FT

MVOLT 72 3500K LED PENDANT 12FT LONG
INDIRECT/DIRECT
LINEAR LED PENDANT,
0-10V DIMMING

B3
A

FOCAL
POINT

FSM4BS BWBW 375DN
275UP 935K [CIRCUIT]
UNV [CONTROL]  C24
[OPTIONS] [FINISH]

MVOLT 72 3500K LED PENDANT 12FT TOTAL LENGTH
INDIRECT/DIRECT LINEAR
LED PENDANT, 0-10V
DIMMING (1-8FT (PRIMARY
ZONE AND 4FT
(SECONDARY ZONE).
NEED DUAL CKT FOR
EACH LENGTH

B3
B

FOCAL
POINT

FSM4BS BWBW 375DN
275UP 935K [CIRCUIT]
UNV [CONTROL]  C24
[OPTIONS] [FINISH]

MVOLT 72 3500K LED PENDANT 12FT TOTAL LENGTH
WITH INDIRECT/DIRECT
LINEAR LED PENDANT,
0-10V DIMMING (1-4FT
(PRIMARY ZONE AND 8FT
(SECONDARY ZONE).
NEED DUAL CKT FOR
EACH LENGTH

B4
FOCAL
POINT

FSM4BS BWBW 375DN
275UP 935K [CIRCUIT]
UNV [CONTROL]  C24
[OPTIONS] [FINISH]
14FT

MVOLT 84 3500K LED PENDANT 14FT LONG
INDIRECT/DIRECT
LINEAR LED PENDANT,
0-10V DIMMING

B4
A

FOCAL
POINT

FSM4BS BWBW 375DN
275UP 935K [CIRCUIT]
UNV [CONTROL]  C24
[OPTIONS] [FINISH]

MVOLT 84 3500K LED PENDANT 14FT TOTAL LENGTH
INDIRECT/DIRECT LINEAR
LED PENDANT, 0-10V
DIMMING (1-8FT (PRIMARY
ZONE AND 6FT
(SECONDARY ZONE).
NEED DUAL CKT FOR
EACH LENGTH

B4
B

FOCAL
POINT

FSM4BS BWBW 375DN
275UP 935K [CIRCUIT]
UNV [CONTROL]  C24
[OPTIONS] [FINISH]

MVOLT 84 3500K LED PENDANT 14FT TOTAL LENGTH
INDIRECT/DIRECT LINEAR
LED PENDANT, 0-10V
DIMMING (1-4FT (PRIMARY
ZONE AND 10FT
(SECONDARY ZONE).
NEED DUAL CKT FOR
EACH LENGTH

B5
FOCAL
POINT

FSM4BS BWBW 375DN
275UP 935K [CIRCUIT]
UNV [CONTROL]  C24
[OPTIONS] [FINISH]
15FT

MVOLT 96 3500K LED RECESSED 16FT LONG
INDIRECT/DIRECT
LINEAR LED PENDANT,
0-10V DIMMING

C1
LITHONIA CLX L48 4000LM HEF

FDL MVOLT 35K
90CRI  [OPTIONS]
[FINISH]

MVOLT 25.5 3500K LED SURFACE 4' LED STRIP LIGHT

C2
LITHONIA CLX L96 8000LM HEF

FDL MVOLT EZ1 35K
90CRI [OPTIONS]
[FINISH]

MVOLT 51.1 3500K LED SURFACE 8' LED STRIP LIGHT

D1
FOCAL
POINT

FLC3D RO SW 1100L
35K DNSFLC3D RO SW
1100L UNV LC3 RO SW
1100L 935K DNS WFL
WFL CD NP X

MVOLT 11.6 3500K LED RECESSED 3.5" LED DOWNLIGHT

D2
FOCAL
POINT

FLC3D RO SW 1700L
UNV [CONTROL]
[HOUSING] [OPTIONS]
LC3 RO SW 1700L 935K
DNS WFL

MVOLT 19.5 3500K LED RECESSED 3.5" LED DOWNLIGHT

D3
FOCAL
POINT

FLCS3 RO 1300 935K
FL-120 [VOLT] LD1 T
[OPTIONS]  LCS3 RO
AA [REFLECTOR]
[FLANGE]

MVOLT 18.9 3500K LED RECESSED 3.5" ADJUSTABLE LED
DOWNLIGHT

INDOOR LIGHTING FIXTURE SCHEDULE
TYPE ILLUSTRATION MANUFACTUR

ER CATALOG NO. VOLTAGE MAX
VA LAMPING MOUNTING DESCRIPTION

F1
FOCAL
POINT

FSM2LS FL 500LF
35K 1C L11 SM 3FT

MVOLT 14 3500K LED SURFACE 3FT LINEAR LED
INTEGRATED INTO
WOOD CEILING

F2
FOCAL
POINT

FSM2LS FL 500LF
35K 1C L11 SM 6FT

MVOLT 28 3500K LED SURFACE 6FT LINEAR LED
INTEGRATED INTO
WOOD CEILING

H1
FOCAL
POINT

AUABG SM1 CT XX
13FT XXX FSM1S FL
250LF 935K 1C UNV
XXXXXX

MVOLT 33.8 3500K LED SUSPENDED 1" APERTURE LED
INTEGRATED INTO
ACOUSTIC PANELS -
13FT

H2
FOCAL
POINT

AUABG SM1 CT XX
18FT XXX FSM1S FL
250LF 935K 1C UNV
XXXXXX

MVOLT 46.8 3500K LED SUSPENDED 1" APERTURE LED
INTEGRATED INTO
ACOUSTIC PANELS -
18FT

H3
FOCAL
POINT

AUABG SM1 CT XX
19FT XXX FSM1S FL
250LF 935K 1C UNV
XXXXXX

MVOLT 49.4 3500K LED SUSPENDED 1" APERTURE LED
INTEGRATED INTO
ACOUSTIC PANELS -
19FT

H4
FOCAL
POINT

AUABG SM1 CT XX
47FT XXX FSM1S FL
250LF 935K 1C UNV
XXXXXX

MVOLT 122.2 3500K LED SUSPENDED 1" APERTURE LED
INTEGRATED INTO
ACOUSTIC PANELS -
47FT

H5
FOCAL
POINT

AUABG SM1 CT XX
55FT XXX FSM1S FL
250LF 935K 1C UNV
XXXXXX

MVOLT 145.6 3500K LED SUSPENDED 1" APERTURE LED
INTEGRATED INTO
ACOUSTIC PANELS -
55FT

H6
FOCAL
POINT

AUABG SM1 CT XX
67FT XXX FSM1S FL
250LF 935K 1C UNV
XXXXXX

MVOLT 174.2 3500K LED SUSPENDED 1" APERTURE LED
INTEGRATED INTO
ACOUSTIC PANELS -
67FT

H7
FOCAL
POINT

AUABG SM1 CT XX
82FT XXX FSM1S FL
250LF 935K 1C UNV
XXXXXX

MVOLT 213.2 3500K LED SUSPENDED 1" APERTURE LED
INTEGRATED INTO
ACOUSTIC PANELS -
82FT

J
LITHOINIA CPANL 1x4 ALO1

SWW7 M4 DCMK 14
MVOLT 40.3 3500K LED

4000K LED
5000K LED

SURFACE 1'X4' SURFACE
MOUNTED LED FLAT
PANEL. SWITCHABLE
LUMENS AND COLOR
TEMPERATURE.

K
3G 3G-PMZ4 08 H90 35K

55D UNV RDIM
[HOUSING]
[LOUVER] 60

MVOLT 9.63 3500K LED SUSPENDED SUSPENDED
MULTICELL
DOWNLIGHT

N
FOCAL
POINT

FSM4L BW 875LF
935K 1C UNV L11
[CEILING] [OPTIONS]
WH 10FT

MVOLT 80 3500K LED RECESSED 4IN APERTURE LINEAR
IN GYP CEILING. 10FT
LONG.

LIGHTING
FIXTURE

SCHEDULE
(INTERIOR)

E-0.4A

INDOOR LIGHTING FIXTURE SCHEDULE
TYPE ILLUSTRATION MANUFACTUR

ER CATALOG NO. VOLTAGE MAX
VA LAMPING MOUNTING DESCRIPTION

P1
TMS 761TU 140LED 35K

[VOLTAGE] [FINISH]
[DIFFUSER] DIML

MVOLT 159.3 3500K LED SUSPENDED RECTANGULAR
PENDANT

P2
OCL FB1 P1AA 36

[DIFFUSER] [FINISH]
LED1 935K UNV
[OAH] DM1

MVOLT 50 3500K LED SUSPENDED FABRIC DRUM
PENDANT

P3
OCL NO1 P1FA 18 MW

[OUTER/INNER]
LED1 935K [OAH]
DM1

MVOLT 16.5 3500K LED SUSPENDED 18IN DIAMETER
PENDANT

P4
OCL NE1 P1FK [CORD] 24

MW [CANOPY] LED2
935K UNV [AOH] DM1

MVOLT 49.1 3500K LED SUSPENDED 24IN DIAMETER
PENDANT

P5
OCL GL 2360 H NA MVOLT 38 3500K LED PENDANT DECORATIVE LED

PENDANT

P6
FOCAL
POINT

FSDL 33 CX 5000L
935K 1C UNV L11
SM [FINISH]

MVOLT 60.9 3500K LED SURFACE 36IN DIAMETER
PENDANT

P
G

LITHONIA VCPG LED V4 P1
30K 80CRI T5R
MVOLT SRM PIRH
[FINISH]

MVOLT 26.6 3000K LED SURFACE PARKING GARAGE
LUMINAIRE

PG
E

LITHONIA VCPG LED V4 P1
30K 80CRI T5E
MVOLT SRM PIRH
[FINISH]

MVOLT 82.1 3000K LED SURFACE PARKING GARAGE
LUMINAIRE

Q1
FOCAL
POINT

FSM2ALS FFL 250LF
UNV L11
[MOUNTING]
[OPTIONS] [FINISH]
20FT

MVOLT 55.5 3500K LED SUSPENDED 2" APERTURE
SUSPENDED LED - 20
FT

Q2
FOCAL
POINT

FSM2ALS FFL 250LF
UNV L11
[MOUNTING]
[OPTIONS] [FINISH]
26FT

MVOLT 74.9 3500K LED SUSPENDED 2" APERTURE
SUSPENDED LED - 26
FT

R
FOCAL
POINT

FSDL 22 FLXP 4000L
935K 1C UNV L11 U
[OPTIONS] WH

MVOLT 61 3500K LED RECESSED 2' ROUND RECESSED
LED

V
OCL HO1 S1SA 24 MW

[FINISH] LED2 935K
UNV DM1 ULD

MVOLT 37 3500K LED SURFACE LED SURFACE
MOUNTED VANITY
LIGHT
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OUTDOOR LIGHTING FIXTURE SCHEDULE
TYPE ILLUSTRATION MANUFACTUR

ER CATALOG NO. VOLTAGE MAX
VA LAMPING MOUNTING DESCRIPTION

S1
A

LITHONIA DSX0 LED P1 30K
80CRI T5W MVOLT
SPA [CONTROL]
[FINISH]/SSS 11.5FT
[THICKNESS]
DM19AS

MVOLT 33.2 3000K LED POLE POLE

S1
B

LITHONIA DSX0 LED P1 30K
80CRI BLC4 MVOLT
SPA [CONTROL]
[FINISH]/SSS 11.5FT
[THICKNESS]
DM19AS

MVOLT 33.2 3000K LED POLE POLE

S2
LITHONIA VCPG LED V4 P1

30K 80CRI LANE
MVOLT YK PIRH
[FINISH]

MVOLT 26.6 3000K LED SURFACE,
YOKE

CANOPY DOWNLIGHT

S3
LITHONIA LDN4SQ 30/10

LS4AR LD MVOLT
EZ1

MVOLT 10.6 3000K LED RECESSED 4" SQUARE
DOWNLIGHT

S4
BEGA 24411 K3 [FINISH] MVOLT 20 3000K LED SURFACE CYLINDER

S5
TECH 700OPBOW93012BU

NV
MVOLT 21.2 3000K LED PENDANT OUTDOOR PENDANT

S6 NOT USED

S7
BEGA 24506 K3 [FINISH] MVOLT 22 3000K LED SURFACE WALL DECORATIVE

SCONCE

S8
BEGA 33053 K3 [FINISH] MVOLT 6 3000K LED RECESSED STEP LIGHT

S9
A

LITHONIA WDGE1 LED P1 40K
80CRI VW MVOLT
SRM [OPTIONS]
[FINISH]

MVOLT 10 3000K LED WALL WALL PACK

S9
B

LITHONIA WDGE1 LED P2 40K
80CRI VW MVOLT
SRM [OPTIONS]
[FINISH]

MVOLT 15 3000K LED WALL WALL PACK

EXIT SIGN AND EMERGENCY LIGHTING FIXTURE SCHEDULE
TYPE ILLUSTRATION MANUFACTURER CATALOG NO. VOLTAGE MAX

VA LAMPING MOUNTING DESCRIPTION

X1
A

ISOLITE ELT2 AC G 1C FT
WH MB AN

MVOLT 5 LED BACK
MOUNT

EXIT SIGN,EDGE LIT
SINGLE SIDED. (GREEN
LETTERS)
NO ARROWS, BACK
MOUNT

X1
B

ISOLITE ELT2 AC G 1C FT
WH MT AN

MVOLT 5 LED TOP MOUNT EXIT SIGN,EDGE LIT
SINGLE SIDED. (GREEN
LETTERS)
NO ARROWS, TOP
MOUNT

X1
C

ISOLITE ELT2 AC G 1C FT
WH MT AR

MOVLT 5 LED TOP MOUNT EXIT SIGN,EDGE LIT
SINGLE SIDED. (GREEN
LETTERS)
RIGHT  ARROWS, TOP
MOUNT

X1
D

ISOLITE ELT2 AC G 1C FT
WH MB AR

MVOLT 5 LED BACK
MOUNT

EXIT SIGN,EDGE LIT
SINGLE SIDED. (GREEN
LETTERS)
RIGHT  ARROWS, BACK
MOUNT

X2
ISOLITE ELT2 AC G 2W FT

WH MT AS
MVOLT 5 LED TOP MOUNT EXIT SIGN, EDGE LIT

DOUBLE SIDED. (GREEN
LETTERS) RIGHT & LEFT
ARROW, TOP MOUNT

X3
ISOLITE EDC AC G S AB UN MVOLT 5 LED UNIVERSAL DAMP LISTED EXIT SIGN,

BRUSH FACE, BLACK
TRIM, SINGLE FACE

X4
ISOLITE EDC AC G D AB UN MVOLT 5 LED UNIVERSAL DAMP LISTED EXIT SIGN,

BRUSH FACE, BLACK
TRIM, DOUBLE FACE

LIGHTING
FIXTURE

SCHEDULE
(SITE/EXIT)

E-0.4B
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SOLAR PHOTOVOLTAIC SYSTEM PERFORMANCE SPECIFICATIONS
1. PV PANEL SIZE, LAYOUT AND QUANTITIES SHOWN ARE DIAGRAMMATIC. CONTRACTOR SHALL COORDINATE WITH ALL TRADES

AND PROVIDE COMPLETE MODULE PANEL, CONDUITS, CABLING COMBINER, INVERTER AND ASSOCIATED SUPPORT SYSTEM
FOR A COMPLETE TURNKEY PV SYSTEM COMPLYING WITH DESIGN REQUIREMENTS.

2. ALL WORK SHALL BE IN ACCORDANCE WITH THE 2022 CBC, 2022 CFC AND 2022 CEC WITH SPECIAL EMPHASIS ON ARTICLE 690.
MOREOVER, COMPLIANCE WITH DSA INTERPRETATION OF REGULATIONS DOCUMENT IR 16-8 SHALL BE REQUIRED.

3. ROOFTOP MOUNTED PHOTOVOLTAIC PANELS AND MODULES SHALL BE TESTED , LISTED AND IDENTIFIED UL 1703 .

4. ALL ELECTRICAL EQUIPMENT SHALL BE LISTED BY A RECOGNIZED ELECTRICAL TESTING LABORATORY.

5. ALL DC MATERIALS (FUSES, EQUIPMENT, CONNECTORS, WIRES, ETC.) TO BE UL LISTED FOR 600VDC OR 1000VDC WHERE
APPLICABLE.

6. MANUFACTURER'S INSTALLATION INSTRUCTIONS FOR ALL COMPONENTS OF THE SOLAR PV SYSTEM SHALL BE KEPT ON THE
PROJECT SITE AND MADE AVAILABLE UPON REQUEST OF THE INSPECTOR.

7. CONTRACTOR SHALL NEVER LEAVE A MODULE UNSUPPORTED OR UNSECURED. THE CONTRACTOR IS RESPONSIBLE FOR ALL
MATERIAL HANDLING ON THE JOBSITE. MODULES SHALL BE SECURED WITH A MINIMUM (4) POINTS OF CONTACT.

8. SOLAR SYSTEM SHALL NOT COVER ANY PLUMBING OR MECHANICAL VENTS.

9. PHOTOVOLTAIC MODULES SHALL MAINTAIN 4 FEET CLEAR FROM ALL ROOF EDGES, PER CSFM INSTALLATION GUIDELINES AND
CFC REQUIREMENTS.

10. ALL PV MODULES AND ASSOCIATED EQUIPMENT AND WIRING SHALL BE PROTECTED FROM ANY PHYSICAL DAMAGE.

11. ALL HARDWARE ON THE ROOF SHALL BE STAINLESS STEEL, IN COMBINATION WITH ALUMINUM FITTINGS AND RAILINGS, UNLESS
OTHERWISE NOTED.

12. CONTRACTOR SHALL SUPPLY AND INSTALL FASTENING HARDWARE PER STRUCTURAL DRAWINGS AND PV MOUNTING SYSTEM
MANUFACTURER'S RECOMMENDATIONS.

13. SEPARATION DISTANCE FROM ROOF TO BOTTOM OF PV PANELS SHALL BE A MINIMUM OF 4".

14. ALL SHARP EDGES AND FASTENER TIPS SHALL BE COVERED OR CRIMPED OVER AS TO NOT PROVIDE A SHARP EDGE WHERE
EMERGENCY RESPONDERS OR ANY OTHER INDIVIDUAL ACCESSING THE ROOFTOP MAY BE INJURED.

15. LIVE PARTS OF PV SOURCE CIRCUITS AND PV OUTPUT CIRCUITS OVER 150V TO GROUND SHALL NOT BE ACCESSIBLE TO
OTHER THAN QUALIFIED PERSONS WHILE ENERGIZED.

16. INVERTER SHALL BE EQUIPPED W/ INTEGRATED GFDI, THUS PROVIDING GROUND FAULT PROTECTION.

12. RACKING SYSTEM SHALL BE LISTED TO UL 2703.

13. MODULES AND SUPPORT STRUCTURES SHALL BE GROUNDED. LL METALLIC COMPONENTS OF THE SOLAR PHOTOVOLTAIC
SYSTEM (AC AND DC SYSTEMS INCLUDED) SHALL BE GROUNDED AND BONDED PER CEC ARTICLES 250 AND 690. PV MODULES
SHALL BE GROUNDED TO MOUNTING RAILS USING MODULE LUGS OR RACKING INTEGRATED GROUNDING CLAMPS. ALL OTHER
EXPOSED METAL PARTS SHALL BE GROUNDED USING UL LISTED LAY-IN LUGS. PROVIDE BONDING STRAPS BETWEEN
INDIVIDUAL RAILS JOINING TO FORM A MULTI-PIECE RAILING SYSTEM. EACH RAILING SYSTEM SHALL BE BONDED TO THE
GROUNDING SYSTEM WITH A MINIMUM #6 COPPER CONDUCTOR.

14. GROUNDING LUGS SHALL BE SPECIFIED AND LOCATED ACCORDING TO THE PHOTOVOLTAIC PANEL MANUFACTURER'S
REQUIREMENTS.

15. PER CEC 250.92, NON-CURRENT CARRYING METAL PARTS OF EQUIPMENT SHALL BE EFFECTIVELY BONDED TOGETHER.  BOND
BOTH ENDS OF RACEWAYS.

16. COPPER BONDING CONDUCTORS SHALL BE KEPT CLEAR OF CONTACT FROM RACKING SYSTEM AND ALL OTHER ALUMINUM
MATERIALS TO AVOID CATHODIC CORROSION.

17. CONDUIT RACEWAYS SHALL BE PROVIDED WITH EXPANSION FITTINGS TO COMPENSATE FOR THERMAL EXPANSION AND
CONTRACTION. CEC 300.7(b), 352.44

18. EQUIPMENT GROUNDING CONDUCTOR REQUIRED IN RACEWAYS SHALL BE SIZED PER CEC 250.166.

19. ALL CONDUCTORS SHALL BE COPPER AND 90 DEG RATED. ALL WIRING IN CONDUIT SHALL BE THHN/THWN-2. ALL EXPOSED OR
HOMERUN WIRING SHALL BE PV WIRE/USE-2/RHW-2. BARE COPPER SHALL BE PERMITTED FOR GROUND WHERE USED WITHIN
THE ARRAY FOOTPRINT.

20. ALL EXPOSED CABLES, SUCH AS MODULE LEADS, SHALL BE SECURED WITH UV RATED PLASTIC OR OTHER APPROVED
SUNLIGHT RESISTANT MEANS WITH A 25 YEAR LIFE.

21. ALL EXPOSED CONDUIT SHALL BE PAINTED TO MATCH BUILDING SURFACE. ANY EXPOSED CONDUIT SHALL BE APPROVED BY
OWNER IN ADVANCE OF INSTALLATION.

22. ALL EXTERIOR CONDUIT, FITTINGS, AND BOXES SHALL BE UL LISTED RAIN TIGHT AND SHALL BE APPROVED FOR WET
LOCATIONS PER CEC 314.15.

23. ROOFTOP PENETRATIONS SHALL BE COMPLETED AND SEALED PER CODE BY A LICENSED CONTRACTOR AND IN ACCORDANCE
WITH THE ROOFING MANUFACTURER'S REQUIREMENTS TO MAINTAIN THE ROOF WARRANTY AND ROOF FIRE RATING (AS
APPLICABLE).

24. ROOF ATTACHMENTS AND STAND-OFFS SHALL BE INSTALLED PER MANUFACTURER'S REQUIREMENTS, AND ATTACHED TO THE
ROOF STRUCTURE PER STRUCTURAL REQUIREMENTS AND AS OTHERWISE DESCRIBED IN THESE CONSTRUCTION
DOCUMENTS. COPIES OF MANUFACTURER'S MOUNTING DETAILS AND INSTRUCTIONS SHALL BE PRESENTED TO THE
AUTHORITY HAVING JURISDICTION PRIOR TO INSTALLATION.

25. ROOF ATTACHMENTS SHALL BE MADE WITH APPROVED SEALANT. COORDINATE WITH ARCHITECT FOR ROOF PENETRATION
SEALING REQUIREMENTS.

26. ELECTRICAL CONTRACTOR SHALL PROVIDE ALL SIGNAGE TO ALL ELECTRIC BOXES, JUNCTION BOXES, PULL BOXES, DC
DISCONNECTS, CONDUITS RUNS, AC DISCONNECTS, SUB PANELS, INVERTERS, AND MAIN SERVICES PER CEC ARTICLE 690.

27. SIGNS OR DIRECTORIES SHALL BE ATTACHED TO THE ELECTRICAL EQUIPMENT OR LOCATED ADJACENT TO THE IDENTIFIED
EQUIPMENT. ANY EXISTING SIGNAGE ASSOCIATED WITH PREVIOUS SOLAR SYSTEM INSTALLATIONS SHALL BE DEMOLISHED.

28. SIGNS SHALL BE OF A SUFFICIENT DURABILITY TO WITHSTAND THE ENVIRONMENT.

29. ANY PLAQUES WILL BE METAL OR PLASTIC WITH ENGRAVED OR MACHINE PRINTED LETTERS, OR ELECTRO-PLATING, IN A RED
BACKGROUND WITH WHITE LETTERING, A MINIMUM OF 3/8" HEIGHT.

30. PHOTOVOLTAIC SYSTEM SHALL BE MONITORED VIA APPROVED WEB-BASED PERFORMANCE MONITORING SYSTEM, PER  2009
CRITERIA", SECTION EE2.1. MONITORING SYSTEM INTEGRAL WITH INVERTER SHALL BE ACCEPTED, INCLUDE ALL NECESSARY
HARDWARE, SOFTWARE AND LICENSING (MINIMUM 1 YEAR), CABLING AND CONNECTIONS FOR A COMPLETE AND OPERATIONAL
WEB-BASED PERFORMANCE MONITORING SYSTEM, INTERFACE WITH DISTRICT'S ETHERNET SYSTEM. PROVIDE 1 DAY OF
TRAINING AND MANUFACTURER'S SUBSCRIPTION INFORMATION TO THE DISTRICT.

31. CONTRACTOR SHALL SUBMIT SCE NET ENERGY METERING (NEM2) INTERCONNECTION APPLICATION AND PAPER WORK.
MOREOVER, CONTRACTOR SHALL NOTIFY AND OBTAIN APPROVAL FROM LOCAL UTILITY PRIOR TO USE AND ACTIVATION OF
ANY SOLAR PV INSTALLATION. CONTRACTOR SHALL COORDINATE ALL INSPECTIONS, TESTING COMMISSIONING, AND
ACCEPTANCE WITH THE OWNER, UTILITY COMPANY, AND INSPECTOR OF RECORD AS NEEDED.

32. START UP, COMMISSIONING AND TRAINING:  THE CONTRACTOR SHALL BE RESPONSIBLE FOR START UP AND COMMISSIONING
OF THE SOLAR PHOTOVOLTAIC SYSTEM, AS REQUIRED TO SATISFY THE SYSTEM COMPONENTS SHOWN ON THESE
CONSTRUCTION DOCUMENTS, AND TO SATISFY DSA AUTHORITIES AND INSPECTOR(S). REFER TO THE SPECIFICATIONS FOR
ADDITIONAL REQUIREMENTS RELATED TO COMMISSIONING. PROVIDE TRAINING FOR THE SYSTEM'S OPERATION,
MAINTENANCE, AND PORGRAMMING, SPECIFIC TO THE INSTALLED EQUIPMENT AND SYSTEMS.

DEFERRED SUBMITTAL

400AS
350AF

INV#S1

MPPT#1

MPPT#2

25KW AC INVERTER

INV#S2

MPPT#1

MPPT#2

"PV"

PANELS PER INPUT
450W EACH

REFERENCE NOTES
1. TO (N) METERED MAIN ELECTRICAL SERVICE, "MSB". REFER TO SINGLE

LINDE DIAGRAM. 1600A, 277/480V, 3PH, 4W.

2. PROVIDE DISCONNECTING MEANS FOR AC DISCONNECT PER SCE
REQUIREMENTS. PROVIDE FUSE SO THAT THE LET-THRU IS UNDER
14KAIC AT PANELBOARD.

3. DATA OUTLET FOR INVERTER INTERCONNECTION TO FACILITY LOCAL
AREA NETWORK. PROVIDE CAT5 PATCH CABLE FROM OUTLET TO
INVERTER AND BETWEEN INVERTERS.

4. "DECK" EQUIPMENT AND PRODUCTION MONITORING DEVICE.
INTERFACE WITH INVERTERS PER MANUFACTURER. PROVIDE
CONNECTION TO HVAC BUILDING MANAGEMENT SYSTEM

5. RAPID-SHUTDOWN READY WIRE BOX WITH RAPID SHUTDOWN
COMMUNICATOR INTERNAL TO INVERTER.

6. MODULE LEVEL SHUTDOWN PROVIDED VIA TIGO SHUTDOWN DEVICE
(REFER TO CUTSHEET PROVIDED ON EPV-6).

7. 20A FUSE TYPICAL AT EACH MPPT INPUT.

8. FEEDER CONDUITS BETWEEN PANEL AND INVERTER. REFER TO FLOOR
PLANS FOR EXACT LOCATION.

9. DO NOT SURFACE MOUNT ANY CONDUITS FROM INVERTER TO ROOF.
CONCEAL CONDUIT(S) IN WALL.

10. PROVIDE (1) 2" CONDUIT FROM EACH INVERTER TO THE ACCESSIBLE
CEILING SPACE WITHIN GEAR CHECK ROOM 004 FOR FUTURE
INTEGRATION INTO BUILDING MANAGEMENT SYSTEM.

11. PROVIDE CONDUIT FOR FUTURE CONNECTION TO FUTURE INVERTER.

400A, 277/480V, 3PH, 4W,
NEMA3R, AC PANELBOARD
MLO,

104 PANELS (46.8KWDC)
46.8KWDC/36KWAC =
1.35DC/AC RATIO

2

MPPT#3

MPPT#3

60A
3P

40A
3P

DATA

DATAC5

C
5

C5

C
5

C
5

C
5

C
5

C
5

C
5

C
5

C5

"DECK"

C
5

3

4

5

5

MODULE 1 MODULE 2

MODULE DC
OUTPUT

PV PANEL RAPID SHUTDOWN SCHEMATIC

TIGO MODULE
SHUTDOWN DEVICE.

REFER TO SHEET EPV-6

TO NEXT MODULE
IN STRING

TO NEXT
MODULE IN
STRING

7

7

(TYPICAL AT EACH MODULE)

1 SOLAR SYSTEM SINGLE LINE DIAGRAM

72 PANELS (32.4KWDC)
32.4KWDC/25KWAC =
1.296 DC/AC RATIO

2

DETAIL 1

8

9

9

MODULE MODEL: SUNPOWER #SPR-AA450-COM
MODULE MAX POWER (P/MAX): 450W #SPR-A450-COM OR EQUIVALENT
(124)PANELS ON THE ROOF BUILDING AND (352)PANELS AT CARPORTS
12 YEAR WARRANTY/25 YEAR PERFORMANCE WARRANTY

RAPID SHUT DOWN 2:1: APSYSTEM RSD-D

INVERTER MODEL:  CPS (CHINT POWER SYSTEM) THREE PHASE COMMERCIAL
INVERTER OR EQUIVALENT. 10 YEAR WARRANTY/20 YEAR EXTENSIONS

RACKING: CARPORT PURLIN HOLLAENDER IRONRIDGE FLAT ROOF # OF STANCHION
BASES TO BE BLOCK/FLASHED:

ELECTRICAL UTILITY COMPANY: SOUTHERN CALIFORNIA EDISON (SCE)
METER TIE-IN: NEM

MAIN SERVICE BUS AMPERAGE AND MAIN DISCONNECT: 1600AMP, 277/480V 4W 3PH

214.2KWDC SOLAR ELECTRIC SYSTEM
PHOTOVOLTAIC SYSTEM SUMMARY

INV#S3

MPPT#1

MPPT#2

MPPT#3

DATA

C
5

C
5

C
5

C
5

C5

5

7

9

PANELS PER INPUT
450W EACH

PANELS PER INPUT
450W EACH

PANELS PER INPUT
450W EACH

PANELS PER INPUT
450W EACH
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2 EMERGENCY RESPONDER RADIO SYSTEM BLOCK DIAGRAM
SCALE:  NOT TO SCALE

3 TYPICAL DEVICE ADA MOUNTING HEIGHTS
SCALE: 

9 ELECTRICAL, COMMUNICATIONS, AND FIRE ALARM ELEVATOR CONNECTIONS
SCALE: (OPTIONAL TEXT)
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TR

SANTA
BARBARA

PROBATION
HEADQUARTERS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1 PC1 12/15/2023

PERFORMANCE SPECIFICATION NOTES
1. PROVIDE ALL WORK AND MATERIAL REQUIRED FOR A COMPLETE AND OPERATING

EMERGENCY RESPONDER RADIO COVERAGE SYSTEM. WORK SHALL INCLUDE (BUT NOT
BE LIMITED TO):

A. COMPLETE SYSTEM DESIGN AND INSTALLATION PER 2019 NFPA 72, 2022 CFC AND
LOCAL AHJ REQUIREMENTS.

B. PREPARING DRAWINGS, SPECIFICATIONS AND SUBMITTING TO AHJ FOR APPROVAL,
OBTAINING AHJ APPROVAL.

C. COMPLETE INSTALLATION AND TESTING.

D. SYSTEM IN SERVICE TRAINING FOR OWNER'S REPRESENTATIVE.

E. WARRANTY.

2. APPROVED MANUFACTURER IS GAMEWELL / FCI. PROVIDE WITH DIALER (DACT) FOR
SYSTEM MONITORING. ALL COMPONENTS ASSOCIATED WITH SYSTEM SHALL BE UL
LISTED FOR THE APPLICATION.

3. SYSTEM INSTALLATION SHALL NOT BEGIN UNTIL SEPARATE APPROVAL HAS BEEN
OBTAINED AND SYSTEM DESIGN HAS BEEN ACCEPTED AND SIGNED BY THE
AUTHORITY(IES) HAVING JURISDICTION.

REFERENCE NOTES
1. SYSTEM UPLINK RF ANTENNA(S) ON ROOF AS REQUIRED TO DISTRIBUTE RADIO

FREQUENCIES IN BUILDING.

2. SHIELDED COAXIAL CABLE PER MANUFACTURERS RECOMMENDATIONS.

3. 4" GRS CONDUIT FOR SYSTEM PATHWAYS THROUGH ROOF AND BETWEEN FLOORS,
QUANTITY AS REQUIRED, SUPPORT CONDUITS PER CEC REQUIREMENTS.

4. SYSTEM AMPLIFIER(S), PROVIDE WITH BATTERY BACK, AUTO DIALER WITH DEDICATED
TELEPHONE LINES, AND CONNECTION TO CAMPUS DATA DISTRIBUTION SYSTEM, REFER TO
SPECIFICATIONS. LOCATE IN FIRST FLOOR ELECTRIC ROOM.

5. DEDICATED 120V BRANCH CIRCUIT, PROVIDE ASSOCIATED CIRCUIT BREAKER WITH RED
LOCKING HANDLE.

6. CABLE SPLITTER, QUANTITY AS REQUIRED, REFER TO SPECIFICATIONS.

7. SYSTEM DOWNLINK RF ANTENNA(S) AT EACH FLOOR OF BUILDING (AS APPLICABLE),
PROVIDE QUANTITY AS REQUIRED FOR FULL SYSTEM FUNCTIONS.

8. BOND CABLE SHIELD TO GROUND BUS BAR IN BUILDING TELECOM ROOM.

9. GROUND BUS BAR IN TELECOMMUNICATIONS ROOM, REFER TO COMMUNICATION DRAWINGS.

1

4

2

5

TO UPPER FLOORS
(AS APPLICABLE)

6
TYPICAL

FD FD
PD PD

7 TYPICAL

3

3

3

2

28

9

GENERAL NOTES
1. COMPLETE SYSTEMS SHALL BE REQUIRED FOR ALL NEW BUILDINGS, AND FIRE PUMP

ENCLOSURE ON SITE, PROVIDE ADDITIONAL COMPONENTS / EQUIPMENT AS REQUIRED
FOR ALL AREAS ON SITE AND FOR COVERAGE IN AUXILIARY EQUIPMENT ENCLOSURES
WHERE REQUIRED BY AUTHORITY HAVING JURISDICTION.

2. CONTRACTOR TO PROVIDE ALL PATHWAYS, AND PULLBOXES AS REQUIRED FOR ALL
CABLING INSTALLATIONS TO MEET MINIMUM CABLE BENDING RADIUS' PER CABLE
MANUFACTURERS RECOMMENDATIONS.

3. FOR CLARIFICATION LIGHTNING PROTECTION IS NOT SHOWN, CONTRACTOR TO PROVIDE
ALL REQUIRED LIGHTNING PROTECTION EQUIPMENT PER SYSTEM MANUFACTURERS
RECOMMENDATIONS.

2 TYPICAL

#6 CU GND

FLOOR

FLOOR/

CEILING

STRUCTURE

CEILING

STRUCTURE

ELEVATOR EQUIPMENT ROOM

EQUIPMENT ROOM SECTION / ELEVATION DIAGRAM

ELEVATOR PIT

(NUMBER OF LOBBIES

GFI
WP

WP

AS OCCURRING)

- THE INSTALLATION SHALL BE IN ACCORD WITH CEC ARTICLE 620 AND ANSI A17.1. ELEVATOR CODE.

- SEE LIGHTING AND POWER FLOOR PLANS FOR ADDITIONAL REQUIREMENTS.

- PROVIDE WIREGUARD(S) ON ALL LIGHTING FIXTURES IN ELEVATOR MACHINE ROOM(S) AND
ELEVATOR PIT(S).

- NO CONDUIT, WIRING, DUCTS OR PIPING FOREIGN TO THE OPERATION OF THE ELEVATOR ARE
ALLOWED IN ELEVATOR MACHINE ROOMS.

- ELEVATOR HOIST WAY AND MACHINE ROOM DETAILS ARE NOT PROJECT SPECIFIC.

- VERIFY ALL REQUIREMENTS AND ELEVATOR OPTION REQUIREMENTS WITH ELEVATOR SUPPLIER
PRIOR TO INSTALLATION.

- VERIFY ALL OSHA REQUIREMENTS PRIOR TO CONSTRUCTION.

- FIELD COORDINATE WITH OTHER TRADES AND ENSURE THAT THE ELECTRICAL EQUIPMENT WITHIN
THE ELEVATOR EQUIPMENT ROOM IS LOCATED IN COMPLIANCE WITH CEC 620-5.

"TTB"

GFI

ELEVATOR CAR

SW.
DIS.

ELEVATOR LOBBY

ELEVATOR HOISTWAY (NUMBER OF LOBBIES

ELEVATOR LOBBY

AS OCCURRING)

ROOF/

1. ELEVATOR EQUIPMENT ROOM LIGHT SWITCH LOCATED WITHIN 18" OF THE STRIKE SIDE OF THE DOOR. (CEC
620-23B)

2. MOUNT SWITCH 18" MINIMUM TO 36" MAXIMUM ABOVE SILL IN HOIST WAY. (CEC 620-24B)

3. 120V FIXTURES CONNECTED TO LINE SIDE OF ROOM BRANCH CIRCUIT, PRIOR TO GFI RECEPTACLE. REFER TO
LIGHTING PLAN AND LUMINAIRE SCHEDULE.

4. WP/GFI RECEPTACLE PER CEC 620-24.

5. GFI RECEPTACLE PER CEC 620-23.

6. NOT USED.

7. AT PROJECT LOCATIONS THAT REQUIRE A VALVE TO CONTROL THE FIRE SPRINKLER HEAD(S) SERVING THE
ELEVATOR MACHINE ROOM OR THE ELEVATOR HOISTWAY, CONNECT THE VALVE TAMPER SWITCH TO A
SUPERVISED CIRCUIT OF THE FIRE ALARM CONTROL PANEL.

8. (2) DEDICATED 12O VOLT CONTROL BRANCH CIRCUITS CONNECTED THROUGH DIS. SW. WITH LOCK-OFF DEVICE
LOCATED IN EQUIPMENT ROOM. CONNECT (1) CIRCUIT TO ELEVATOR DRIVE UNIT CONTROLLER & SHUNT TRIP
DEVICE AND (1) CIRCUIT TO ELEVATOR CAR LIGHT & RECEPTACLE FEED POINT. (CEC 620-22).

9. POWER FEEDER FROM FUSED DISCONNECT SWITCH TO ELEVATOR DRIVE UNIT. REFER TO SINGLE LINE
DIAGRAM OR PANEL SCHEDULE FOR CONDUCTOR/CONDUIT REQUIREMENTS.

10. CONNECT TO 120 VOLT ROOM EXHAUST FAN AND LINE VOLTAGE THERMOSTAT. COORDINATE WITH DIVISION 15
REQUIREMENTS.

11. ELEVATOR DRIVE UNIT DISTRIBUTION CIRCUIT BREAKER WITH 120VAC SHUNT-TRIP MODULE.

12. FEEDER FROM SWITCHBOARD OR BRANCH PANEL. REFER TO SINGLE LINE DIAGRAM OR PANEL SCHEDULE FOR
CONDUCTOR/CONDUIT REQUIREMENTS.

13. FUSED DISCONNECT SWITCH, HEAVY DUTY, LOCKABLE, IN MACHINE ROOM PER NEC 620-51. MOUNT AT A
READILY ACCESSIBLE LOCATION ON THE STRIKE SIDE FOR THE DOOR. REFER TO SINGLE LINE DIAGRAM  FOR
SIZE/CONDUCTOR/CONDUIT REQUIREMENT.

14. TO BATTERY LOWERING DEVICE. COORDINATE WITH ELEVATOR SUPPLIER.

15. DEDICATED 120 VOLT BRANCH CIRCUIT. SEE POWER PLANS FOR BRANCH CIRCUIT DESIGNATIONS.

16. DEDICATED TELEPHONE LINES TO MAIN TELEPHONE TERMINAL  BACKBOARD. CONNECT TO ELEVATOR
CONTROLLER.

ELEVATOR RECALL CONTROL AND
SUPERVISORY SYSTEM RISER DIAGRAM WITH

C.B. SHUNT TRIP CONNECTION

WIRING DIAGRAM

ELEV MOTOR

SUPPLIED
HORSEPOWER

VERIFY

3/4"C TO "MTTB"

C

MACHINE
ROOM

H
N

DRIVE
UNIT

HOISTWAY
TOP OF

ELEVATOR
DRIVE/

CONTROLLER

LA
D

D
E

R

LOWERING
BATTERY

ELEVATOR

FURNISHED)
(WHEN
DEVICE

CONTROLLER
DRIVE/

ELEVATOR

T

J

J

JJ

SHAFT SECTION / ELEVATION DIAGRAM

H H

SW.
DIS.

CLASSIFIED WET
LOCATION BELOW 48",
EQUIP. TO BE NEMA 4X

ELEV. DETAIL -GENERAL NOTES

REFERENCE NOTES

1. LOCATE HEAT AND SMOKE DETECTORS WITHIN SPECIFIED DISTANCE OF SPRINKLER HEAD.
HEAT DETECTOR ACTIVATION AT ELEVATOR MACHINE ROOM SHALL TRIP ELEVATOR FEEDER
BREAKER VIA BREAKER SHUNT TRIP DEVICE. SMOKE DETECTOR AT ELEVATOR MACHINE
ROOM SHALL ACTIVATE PHASE 1 RECALL.

2. ACTIVATION OF LOBBY SMOKE DETECTOR SHALL ACTIVATE PHASE 1 RECALL.

3. ELEVATOR MOTOR SHUNT TRIP BREAKER. REFER TO SINGLE LINE DIAGRAM FOR
CONDUIT/CONDUCTOR REQUIREMENTS.

4. ELEVATOR DRIVE AND CONTROLLER BY ELEVATOR CONTRACTOR.

5. ADDRESSABLE OUTPUT CONTROL MODULE. PROVIDE (1) FOR EACH PHASE 1 RECALL:
1. ELEVATOR LOBBY #1 SMOKE DETECTOR
2. ELEVATOR LOBBY #2 SMOKE BEAM DETECTOR
3. UPPER ELEVATOR SHAFT SMOKE DETECTOR
4. ELEVATOR MACHINE ROOM SMOKE DETECTOR

PROVIDE (1)1/2"C, COORDINATE WITH ELEVATOR CONTRACTOR FOR CONDUCTOR AND
TERMINATION REQUIREMENTS.

6. TO FACP. REFER TO  FLOOR PLAN.

7. PROVIDE DEDICATED TELEPHONE LINE TO 'MTTB'. CONNECT AT ELEVATOR CONTROLLER.

8. PROVIDE DEDICATED 20A, 120V CIRCUIT FOR ELEVATOR CAR LIGHTS AND CONTROLLER.
PROVIDE 20A FUSED DISCONNECT FOR THE CIRCUIT(S) WITHIN THE ELEVATOR EQUIPMENT
ROOM. COORDINATE CONNECTION WITH ELEVATOR CONTRACTOR.

9. PROVIDE LOCKABLE AND FUSIBLE, HEAVY DUTY RATED DISCONNECT SWITCH IN ELEVATOR
MACHINE ROOM. DISCONNECT SHALL HAVE AUXILIARY CONTACT FOR BATTERY LOWERING
DEVICE BYPASS CONTROL. BATTERY LOWERING DEVICE SHALL NOT BE ACTIVATED WHEN
DISCONNECT IS IN THE OPEN POSITION. PROVIDE WIRING TO MOTOR CONTROLLER. REFER TO
SINGLE LINE DIAGRAM FOR CONDUIT AND CONDUCTOR REQUIREMENTS. PROVIDE CONTROL
WIRING TO BATTERY LOWERING DEVICE. COORDINATE WITH ELEVATOR CONTRACTOR FOR
REQUIREMENTS.

10. ADDRESSABLE OUTPUT CONTROL MODULE. MODULE SHALL BE ACTIVATED ONLY WHEN HEAT
DETECTOR IN UPPER SHAFT OR ELEVATOR EQUIPMENT ROOM HAS BEEN ACTIVATED.
CONNECT TO BREAKER SHUNT TRIP AS INDICATED.

11. CONNECT TO BRANCH CIRCUIT SERVING ELEVATOR CONTROLLER.

TYPICAL CONTROL MODULE

NO

NC

C COORDINATE CONTROL
REQUIREMENTS WITH
ELEVATOR CONTRACTOR

N

(TYP4)
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REFERENCE NOTES

MACHINE
ROOM

ELEVATOR
LOBBY
(TYP. 2)

- THE INSTALLATION SHALL BE IN ACCORDANCE
WITH NEC ARTICLE 620 AND ANSI A17.1. ELEVATOR
CODE.

- SEE LIGHTING AND POWER FLOOR PLANS FOR
FURTHER REQUIREMENTS.

- VERIFY ALL OPERATIONAL REQUIREMENTS WITH
ELEVATOR CONTRACTOR PRIOR TO
INSTALLATION.

- VERIFY ALL OSHA REQUIREMENTS PRIOR TO
CONSTRUCTION.

- FIELD COORDINATE WITH OTHER TRADES AND
ENSURE THAT THE ELECTRICAL EQUIPMENT
WITHIN THE ELEVATOR EQUIPMENT ROOM IS
LOCATED IN COMPLIANCE WITH NEC ARTICLE
620-5.

- COORDINATE WORK WITH FIRE ALARM SHOP
DRAWINGS.
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12 FIRE ALARM RISER DIAGRAM
SCALE: (OPTIONAL TEXT)

13 NOT USED
SCALE: 

14 TRANSFORMER GROUNDING DETAIL
SCALE: 

15 TYPICAL GROUND BAR DETAIL AT IT ROOM BACKBOARD
SCALE: (OPTIONAL TEXT)

17 UNDERGROUND CONDUITS AND TRANSITION TO ABOVE GRADE/SLABE
SCALE: (OPTIONAL TEXT)

18 TYPICAL ROOF CONDUIT PENETRATION DETAIL
SCALE: 
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42"

AUDIBLE/VISUAL &
VISUAL-ONLY
DEVICES:WALL MOUNTED
APPLIANCES SHALL HAVE
THEIR ENTIRE LENS AT A
HEIGHT ABOVE THE
FINISHED FLOOR OF NOT
LESS THAN 80" AND NO
GREATER THAN 96".

PULL DOWN
PUSH

FIRE ALARM
96" 90"

MINIMUM

MINIMUM
6"

MAXIMUMMINIMUM
80"

FINISHED CEILING

AUDIBLE DEVICES:
WHERE CEILING HEIGHTS PERMIT, WALL
MOUNTED APPLIANCES SHALL HAVE THEIR
TOPS AT HEIGHTS ABOVE FINISHED FLOOR
OF NOT LESS THAN 90" AND BELOW THE
FINISHED CEILINGS OF NOT LESS THAN 6".

FINISHED FLOOR

MANUAL PULL
STATION:
THE OPERABLE
PART OF EACH
MANUAL FIRE
ALARM BOX SHALL
NOT BE LESS THAN
42" ABOVE FINISHED
FLOOR AND NOT
MORE THAN 48".

FIRE ALARM SYSTEM (DEFERRED SUBMITTAL)

DEFERRED SUBMITTAL:
CONTRACTOR SHALL SUBMIT COMPLETE FIRE
ALARM SHOP DRAWINGS TO THE CITY FOR
APPROVAL PRIOR TO START OF WORK.

A
C
P

F

(2) DEDICATED TELEPHONE
LINES TO TEL. BACKBOARDT

24 AMP-HOUR
BATTERY BACK UP

D
A
C

U DEDICATED (LOCKED HOT) 120V
BRANCH CIRCUIT WITH RED
HANDLE. REFER TO HOUSE
PANEL SCHEDULE FOR BRANCH
CIRCUIT IDENTIFICATION.

FIRE ALARM
CONTROL PANEL
"FACP" LOCATED
IN BUILDING

NOTES                                         
T TAMPER SWITCH. VERIFY LOCATION WITH SPRINKLER CONTRACTOR PRIOR TO INSTALLATION.

P MANUAL PULL STATION. LOCATE AS REQUIRED PER AUTHORITY HAVING JURISDICTION.
F FLOW SWITCH. VERIFY LOCATION WITH SPRINKLER CONTRACTOR PRIOR TO INSTALLATION.

B FIRE ALARM BELL AT EXTERIOR OF BUILDING NEAREST FIRE RISER. PROVIDE BRANCH
CIRCUIT (VOLTAGE AS INDICATED), LOCKED HOT.
ROUTE (1) 1-1/4" C.O. TO EACH BUILDING FOR FOR FIRE ALARM SYSTEM WIRING (BY OTHERS).
PRIOR TO CONDUIT INSTALLATION, VERIFY CONDUIT SIZE/ROUTING WITH FIRE ALARM SYSTEM
DESIGN. SEE DEFERRED APPROVAL REQUIREMENTS.

F

B 120V

T T

SD P

1. PROVIDE ALL WORK AND MATERIAL REQUIRED FOR A COMPLETE AND
OPERATING FIRE ALARM SYSTEM. WORK SHALL INCLUDE (BUT NOT BE
LIMITED TO):

A. SYSTEM DESIGN.

B. SUBMITTAL FOR APPROVAL.

C. COMPLETE INSTALLATION AND TESTING.

D. SYSTEM TRAINING FOR OWNER'S REPRESENTATIVE.

E. WARRANTY.

2. FIRE ALARM CONTROL PANEL SHALL BE ADDRESSABLE AND PROVIDED
WITH DIALER (DACT) AND CONNECT TO COMMUNICATIONS SYSTEM AS
REQUIRED TO SEND THREE  SEPARATE AND DISTINCT SIGNALS BEING
WATERFLOW, TAMPER AND TROUBLE  TO AN APPROVED CENTRAL
STATION. FIRE SPRINKLER RISER WATERFLOW  AND/OR VALVE TAMPER
SWITCHES SHALL BE PROVIDED AND INSTALLED BY THE SPRINKLER
SYSTEM CONTRACTOR, AND WIRED BACK TO THE FACP BY  THE FIRE
ALARM CONTRACTOR. COORDINATE FOR PROPER VOLTAGE. ALL FIRE
ALARM COMPONENTS SHALL BE CALIFORNIA STATE FIRE MARSHAL LISTED.

3. SUBMIT DETAILED FIRE ALARM PLANS, SPECIFICATIONS AND ENGINEERING

CALCULATIONS INCLUDING, BUT NOT NECESSARILY LIMITED TO:

A. CSFM LISTING NUMBERS AND MANUFACTURER MODEL NUMBERS
FOR EVERY  SYSTEM COMPONENT, WHICH IS TO BE
INTERCONNECTED AS PART OF THIS  PROJECT.

B. SINGLE LINE, RISER AND POINT TO POINT WIRING DIAGRAMS
INCLUDING  BATTERY AND VOLTAGE DROP CALCULATIONS FOR THE
ENTIRE SYSTEM.

C. INDICATION OF CONDUCTOR TYPE(S) AND SIZES, POWER LIMITED OR
NON- POWER LIMITED SYSTEM.

D. LIST OF PROPOSED ZONES FOR ALL INITIATING DEVICES.

E. MATRIX OF SYSTEM OPERATION. F. INFORMATION AS REQUIRED TO
DEMONSTRATE COMPLIANCE WITH APPLICABLE  CODE(S) AND GAIN
APPROVAL OF AUTHORITY(IES) HAVING JURISDICTION.

4. FIRE ALARM SYSTEM INSTALLATION SHALL NOT BEGIN UNTIL SEPARATE
PERMIT HAS BEEN OBTAINED AND ALL OF THE ABOVE HAS BEEN
ACCEPTED AND SIGNED  BY THE AUTHORITY(IES) HAVING JURISDICTION.
AFTER CONSTRUCTION, PROVIDE  ACCURATE FIELD RECORD DRAWINGS
TO OWNER.

FIRE ALARM DEVICE ELEVATION

PERFORMANCE SPECIFICATION NOTESBELOW TOP
OF SLAB

GRS, TAPE WRAPPED,
OR PVC COATED RISER
TO EQUIPMENT OR BOX
TERMINATION

CONDUIT RUN IS 150' GREATER

TOP OF ELBOW

TOP OF SLAB

FINISH GRADE

TOP OF SLAB/FINISH GRADE

NOTES:
UNDERGROUND CONDUITS AND
TRANSITION TO ABOVE GRADE/SLAB
SHALL BE AS FOLLOWS:

1. PVC ELBOWS ALLOWED IF TOP
OF ELBOW IS MINIMUM 18" BFG
OR BELOW TOP OF SLAB,
OTHERWISE GRS, TAPE
WRAPPED, ELBOWS ARE
REQUIRED.

2. GRS ELBOWS ARE REQUIRED IF
CONDUIT RUN IS 150' GREATER.

3. GRS RISERS ARE REQUIRED
FROM ELBOW BELOW GRADE TO
EQUIPMENT (DEVICE, OUTLET,
PANEL, CABINET, ETC.) ABOVE
GRADE.

4. GRS ELBOWS/RISERS TO BE
TAPED WRAPPED (1/2" LAPPED)
TO 3" ABOVE FINISH GRADE OR
TOP OF SLAB.

TOP OF ELBOW

PVC

PVC

PVC ELBOW
PERMITTED

U.O.N

PVC ELBOW
PERMITTED

U.O.N

24" MIN OR AS
DEEMED BY
APPLICATION
WHICHEVER IS
GREATER

4" 18" MIN

18" MIN

GRS, TAPE WRAPPED,
TO EQUIPMENT OR BOX
TERMINATION

SOIL

CONCRETE
 BLDG. PAD

GRS, TAPE WRAPPED,
OR PVC COATED RISER
TO EQUIPMENT OR BOX
TERMINATION

18" MIN AT SLAB
AND 24" MIN AT
FINISH GRADE CONCRETE

BLDG.
PAD/SOIL

GRS, TAPE WRAPPED

CONDUIT RUN IS  LESS THAN 150'

PVC

CONDUIT RUN IS
LESS THAN 150'

WALL MOUNTED BUS BAR KIT INCLUDES
10"x1/4" COPPER GROUND BAR WITH TAPPED
HOLES, INSULATORS, AND STAND-OFF
BRACKETS.

GROUND CONDUCTOR
TO MAIN SERVICE
GROUND.

2-HOLE COMPRESSION
LUG (TYPICAL)

PROVIDE #6 CU INSULATED GREEN
JACK GROUND CABLE. GROUND ALL

METAL EQUIPMENT IN DATA ROOM (I.E.
DATA RACK, LADDER TRAY, CONDUITS,

METAL EQUIPMENTS, ETC). PROVIDE
APPROVED COMPRESSION

CONNECTOR. TYPICAL.

NOTE:
1. SEE BUILDING SINGLE LINE
DIAGRAM FOR TRANSFORMER
RATING, GROUND CONDUCTOR AND
FEEDER SIZES.

GROUNDING ELECTRODE
CONDUCTOR SIZED PER 250-66.

EQUIPMENT GROUND
CONDUCTOR (TYP)ALL GROUNDING CONN. MADE AT

COMMON POINT

LINE SIDE
FEEDER C.B.

SECONDARY
O.C.P.

BONDING JUMPER.

FITTING (TYP).
CONDUIT GROUNDING 

TRANSFORMER
STEP-DOWN
480-120/208V

G

N

Ø
Ø

Ø

G

Ø

Ø

Ø

G

PANEL
ELECTRICAL

G
Ø Ø Ø

N

ØØØ

PANEL
ELECTRICAL

GROUNDED PER CEC 250.30(A)(4)
AND BONDED PER CEC 250.104(D)

HOT MOP AROUND ROOF
JACK AT BUILT-UP ROOFING.

NEOPRENE BOOT.

SEE ARCH. PLANS.
BUILT-UP ROOFING,

ROOF JACK WITH

NON-HARDENING ROOF MASTIC
AROUND ROOF JACK. QUANTITY PER PLANS.

EMT CONDUIT, SIZE AND

JUNCTION BOX, SIZE PER NEC

WIU COVER PLATE

ROOF STRUCTURE

ELECTRICAL
DETAILS

E-2.1
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22 TYPICAL SURFACE MOUNT FIXTURE DETAIL AT CMU WALL
SCALE: (OPTIONAL TEXT)

23 TYPICAL DEVICE INSTALLATION -RATED WALLS
SCALE: 

24 TYP. SURFACE MOUNTED PANEL/CABINET MOUNTING DETAIL (METAL)
SCALE: (OPTIONAL TEXT)

25 METAL PIPE THRU 1-HR OR 2-HR GYPSUM WALL ASSEMBLY
SCALE: (OPTIONAL TEXT)

26 MULTIPLE METAL PIPE THROUGH 1HR OR 2HR GYPSUM WALL ASSEMBLY
SCALE: (OPTIONAL TEXT)

27 LAY-IN T-BAR FIXTURE MOUNTING DETAIL
SCALE: (OPTIONAL TEXT)

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

 Mar 18, 2024 - 2:36pm - Anthony - K:\ENG\2022\22-8052\22-8052_8_E-2.0~E-2.3_ELECTRICAL DETAILS.dwg

San Luis Obispo, CA 93406
P.O. Box 1167 - 3562 Empleo St.

THOMA ELECTRIC, INC.

Phone: (805) 543-3850

cad@thomaelec.com

ARE TM A. E

C
F

NO. 10757

ELTS

OE
AT

E

SIGER

I
W

LT L

IE

A
RO

L

I CRT
IL FCA

AIN

HOM NA
RE

E
GI

N

O

Fax: (805) 543-3829

RPD
NAOIEF SS

L

COUNTY OF
SANTA

BARBARA

THOMA
#22-8052

EXP:
06/30/25

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

895.01
04/28/2023

CJ

100% CONSTRUCTION
DOCUMENTS

No. Description Date

TR

SANTA
BARBARA

PROBATION
HEADQUARTERS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1 PC1 12/15/2023

19 ELECTRICAL EQUIPMENT  MOUNTING DETAIL
SCALE: (OPTIONAL TEXT)

20 SWITCHGEAR MOUNTING DETAIL - ENLARGED
SCALE: (OPTIONAL TEXT)

21 TYP. SURFACE MOUNTED PANEL/CABINET MOUNTING DETAIL (WOOD)
SCALE: (OPTIONAL TEXT)

1. ELECTRICAL DISTRIBUTION EQUIPMENT OR CABINET.

2. CONCRETE SLAB WHERE OCCURS

3. MINIMUM 3/8" THRU-BOLT SECTION TO SECTION. (TYPICAL)

REFERENCE NOTES

2

1

20
-

3

FACE OF SWITCHBOARD

PAD WITH #4 REBARS AT 16" O.C. 
EACH WAY TOP AND BOTTOM.

12" THICK 3000 psi CONCRETE

FACE OF SWITCHBOARD

WASHER TO CONNECT SECTIONS.
PROVIDE 1/2" DIA. THRU BOLT WITH

1-1/2" MAX.

GRAVEL BASE

COMPACTED
SUBGRADE

CONCRETE SLAB WHERE OCCURS.

1/2" DIA. STAINLESS STEEL LONG HILTI
KB-TZ, EMBED 3-1/4" MINIMUM.
PROVIDE (4) AT EACH SECTION.

19
-

TO MATCH DRYWALL DEPTH
TYPE AND PROVIDE RING DEPTH 
ARCHITECTURAL PLANS FOR WALL 
PLASTER RING.  REFER TO 

DRYWALL
BETWEEN PLASTER RING & 
INSULATING PUTTY TO SEAL 
PROVIDE 1/4" BEAD OF 

FILL GAP BETWEEN PLASTER RING 
AND DRYWALL WITH PLASTER

WRAP FIRESTOP PUTTY PADS OVER ENTIRE
BOX.  OVERLAP ON TOP, BOTTOM & SIDES.

OUTLET BOX. REFER TO PLANS
AND SPECIFICATION FOR TYPE,
SIZE & QUANTITY.

WRAP FIRE PUTTY PADS OVER
FITTING

NOTES:

1. MAXIMUM DIAMETER OF OPENING = 32".

2. ANNULAR SPACE IN 1-HR. WALLS = MINIMUM 0", MAXIMUM 1".

3. ANNULAR SPACE IN 2-HR. WALLS = MINIMUM 0", MAXIMUM 2".

4. PENETRANT MAY BE INSTALLED AT AN ANGLE NOT GREATER
THAN 45° FROM PERPENDICULAR.

5. REFER TO ARCHITECTURAL DETAIL 8/AD-1.0 FOR FIRE STOP
DETAIL AT  3-HR RATED CONCRETE FLOOR.

5

4

F-RATING = 1-HR. OR 2-HR.
T-RATING = 0-HR.

L-RATING AT AMBIENT = LESS THAN 1 CFM/SQ FT.
L-RATING AT 400°F = LESS THAN 1 CFM/SQ FT.

FIRE PUTTY IS NOT REQUIRED IF
ONLY ONE BOX IS INSTALLED ON
EITHER SIDE OF 100 SF OF WALL.

OUTLET BOXES INSTALLED ON
OPPOSITE SIDES OF FIRE RATED WALLS
SHALL BE SEPARATED BY A HORIZONTAL

DISTANCE OF 24" (CBC 714.3.2

REFERENCE NOTES

HEIGHT

SEE ARCH. PLANS
FOR MOUNTING

LAG BOLT, 1/2"
DIAMETER x 2-1/2"
MINIMUM
EMBEDMENT
DEPTH, ONE AT
EACH CORNER, 4
TOTAL.

TYPICAL
PANELBOARD OR
EQUIPMENT CABINET

WOOD STUD
FRAMING,
SEE
STRUCTURAL
DRAWINGS

(2)16D END
NAILS,
TYPICAL.

MAXIMUM WEIGHT:
300 LBS.

92" MAX.

20" MAX.

8.75" MAX.

4x4 WOOD
BLOCKING
TYP.

PLAN

2

1

3

1. SMALL SURFACE MOUNTED LIGHT
FIXTURE. (20 LBS. OR LESS)

2. FINISH WALL.
3. 3/8" DIA. HILTI KB3 , PER ICC ESR-2302.

PROVIDE MINIMUM 2-1/2" EMBEDMENT.

FLUSH MOUNTED J-BOX

F-RATING = 1-HR. OR 2-HR.
T-RATING = 1/2-HR.

NOTES:

1. MAXIMUM SIZE OF OPENING = 18" x 10". MAXIMUM
WIDTH BETWEEN WOOD STUD WALLS IS LIMITED
TO 14-1/2".

2. ANNULAR SPACE BETWEEN PIPES AND
PERIPHERY OF OPENING = MINIMUM 1/2",
MAXIMUM 2-3/8".

3. ANNULAR SPACE BETWEEN PIPES = MINIMUM 1/2",
MAXIMUM 5/8".

4. EMT OR STEEL CONDUIT MAY BE INSTALLED AT
AN ANGLE NOT GREATER THAN 45° FROM
PERPENDICULAR.

1. GYPSUM WALL ASSEMBLY (UL/ULC CLASSIFIED U300 OR
U400 SERIES) (1-HR. OR 2-HR. FIRE-RATING) (2-HR.
SHOWN).

2. WOOD STUDS TO CONSIST OF NOMINAL 2" x 4" LUMBER.
STEEL STUDS TO BE MINIMUM 2-1/2" WIDE. OPENING TO
BE "FRAMED-OUT".

3. ONE OR MORE MAXIMUM 2" NOMINAL DIAMETER EMT OR
STEEL CONDUIT.

4. MINIMUM 2-1/2" OR 2-3/4" THICKNESS MINERAL WOOL
(MINIMUM 4 PCF DENSITY) TIGHTLY PACKED FOR 1-HR.
OR 2-HR. FIRE-RATING, RESPECTIVELY.

5. MINIMUM 5/8" DEPTH HILTI FS-ONE INTUMESCENT
FIRESTOP SEALANT.

A

A

SECTION A-AFRONT VIEW

1
2

3

4

5

REFERENCE NOTES

FIXTURES LESS THAN 50 LBS
PROVIDE POSITIVE FASTENING
TO T-BAR GRID AT EACH END OF FIXTURE.
ATTACH WITH #8 FLAT HEAD SHEET METAL SCREW

T-BAR CEILING GRID, SEE
ARCHITECTURAL
REFLECTED CEILING
PLANS.

LIGHTING FIXTURE PER FIXTURE
SCHEDULES.

REFER TO ARCHITECTURAL
DETAILS   FOR ATTACHMENT TO

STRUCTURE. CEILING SUPPORT
WIRES.

MINIMUM (3) TIGHT TURNS IN
1-1/2".

HEAVY DUTY GRID SYSTEM
PROVIDE #12 GA. SLACK SUPPORT WIRES AT
2 DIAGONALLY OPPOSITE CORNERS FOR
FIXTURES UP TO 50 LBS. (FIXTURES ABOVE 50
LBS. SHALL BE INDEPENDENTLY SUPPORTED
AS NOTED BELOW).

PANELBOARD OR TERMINATION CABINET

WALL FINISH, SEE ARCHITECTURAL PLANS.

(4) #10 SMS(TYPICAL). ONE AT EACH CORNER
OF PANEL.

METAL WALL STUD, SEE ARCHITECTURAL PLANS.

WALL BACKING PER
ARCHITECTURAL DETAIL

27/A8500

MAX WEIGHT - 200LBS.

1-1/2"
MIN.

3

21

1. GYPSUM WALL ASSEMBLY (UL/cUL CLASSIFIED U300, U400, OR V400 SERIES) (1-HR.
OR 2-HR. FIRE-RATING) (2-HR. SHOWN).

2. (NOT SHOWN). WOOD STUDS TO CONSIST OF NOMINAL 2" x 4" LUMBER. STEEL STUDS
TO BE MINIMUM 2-1/2" WIDE.

3. PENETRATING ITEM TO BE ONE OF THE FOLLOWING:
A. MAXIMUM 30" NOMINAL DIAMETER STEEL PIPE (SCHEDULE 10 OR HEAVIER).
B. MAXIMUM 30" NOMINAL DIAMETER CAST IRON OR DUCTILE IRON PIPE.
C. MAXIMUM 6" NOMINAL DIAMETER COPPER PIPE OR TUBING.
D. MAXIMUM 6" NOMINAL DIAMETER STEEL CONDUIT.
E. MAXIMUM 4" NOMINAL DIAMETER EMT.

4. HILTI CP 606 FLEXIBLE FIRESTOP SEALANT:
A. MINIMUM 5/8" DEPTH OF SEALANT FOR A 1-HR. FIRE-RATING.
B. MINIMUM 1-1/4" DEPTH OF SEALANT FOR A 2-HR. FIRE-RATING.

5. MINIMUM 1/2" BEAD HILTI CP 606 FLEXIBLE FIRESTOP SEALANT APPLIED AT POINT OF
CONTACT.

SECTION A-A

A

A

FRONT VIEW

ELECTRICAL
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E-2.2
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31 TYPICAL WALL SURFACE MOUNT LIGHT FIXTURE
SCALE: (OPTIONAL TEXT)

32 TYPICAL TRENCH DETAIL
SCALE: 

33 TYPICAL UTILITY TRENCH
SCALE: 

34 TYPICAL PULL BOX DETAIL
SCALE: 

35 ARC FLASH SIGNAGE
SCALE: 

36
SCALE: 
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6"

24
"

CRUSHED ROCK SUMP

6"

FINISHED GRADE

REINFORCED BOX EXTENSION,
AS REQUIRED

#15 ROOFING PAPER BETWEEN GROUT AND
CRUSHED ROCK

GROUT OPENING

MINIMUM 2" THICK
GROUT

ALTERNATE CONDUIT ENTRY
WHERE NUMBER OF BENDS IN

RUN ALLOWS
3"Ø x 30"L PERFORATED PIPE FOR SUMP
DRAIN

SURROUND PIPE 2" EACH SIDE AND 6" AT BASE
WITH PEA GRAVEL.

30
"

M
IN

. C
O

N
D

U
IT

 D
E

P
TH

M
IN

IM
U

M
 IN

TE
R

IO
R

 B
O

X
 D

E
P

TH

REINFORCED CONCRETE COVER
(TO SUIT APPLICATION) WITH
HOLD DOWN BOLTS.  LABEL
COVER AS REQUIRED.

PRECAST REINFORCED CONCRETE
BOX. SIZE PER PLANS.

SEAL AROUND CONDUIT,  BOX AND
EXTENSION JUNCTION.

BELL END, SEAL
OR FOAM (TYP.)

3" DIA DRAIN
HOLE

SEAL OR
FOAM

CONDUITS

2"

BRANCH CIRCUIT, FEEDER

MIN. 4", ROCK FREE FILL (SAND)

NATIVE SOIL BACKFILL

WARNING TAPE

24"
2"

12
"

12
"

4"
2"

(MIN)

NOTE:  SOIL COMPACTION SHALL BE 95%

COORDINATE UTILITY TRENCH DETAILS WITH UTILITY COMPANIES

18" MIN

54
" M

IN

NATIVE SOIL BACKFILL

ROCK FREE FILL

AC PAVING,
WHERE OCCURRING

P

FINISHED GRADE

T C

18
"

3"
MIN

P PRIMARY

SECONDARYS

T TELEPHONE

C CABLE TV

LEGEND         

WARNING TAPE

D

DISTRIBUTIOND

12
" M

IN
12

"

S

7"

6" MIN

6"

7"

NOTES

1. GALV. ANCHOR BOLTS & TEMPLATE
FURNISHED BY EC; BOLTS INSTALLED AND
CONCRETE BASE FURNISHED AND
INSTALLED WITH REBAR BY GC

2. CONDUIT SHALL BE 3/4" MINIMUM SIZE AND
MINIMUM 24" BELOW FINISH GRADE

3. TIES SHALL HAVE AT EACH END A 135
DEGREE HOOK BEND WITH A SIX-BAR
DIAMETER BUT NOT LESS THAN 3 INCH
EXTENSION THAT ENGAGES THE
LONGITUDINAL REINFORCEMENT AND
PROJECTS INTO THE INTERIOR OF THE
STIRRUP OR HOOP.

4. ADD #6 SOLID UFER GROUND TO EACH
BASE. LOCATE AT 11"X17" PULL BOX NEXT
TO EACH LIGHT POLE.

3" MINIMUM BETWEEN
STEEL AND BELOW
GRADE OUTSIDE OF
CONCRETE

GALV. ANCHOR BOLT
SIZE & EMBED PER MFR.
TYPICAL OF 4

PROVIDE EASED TOP EDGE W/ 1/2"
RADIUSED CORNERS. SACK AND PATCH

SURFACE TO ACHIEVE A SMOOTH
UNIFORM FINISH.

14' POLE WITH
HANDHOLE LITHONIA
#SSS 14 4C DM19 DNA

3000 PSI CONCRETE BASE
AT 28 DAYS, POUR IN
NATURALLY COPMPACTED
EARTH HOLE FREE LOOSE
OF DIRT OR DEBRIS.

4'-0"

3" MIN.
24"

12"

2'-0"

FINISH GRADE

1-1/2"

1-1/2"
1-1/2"

STEEL BASE COVER
W/DRY PACK BELOW
BASEPLATE ATTACH TO
POLE WITH SET SCREW.
SPECIAL INSPECTION
FOR DRY PACK BELOW
BASEPLATE.

(3)#3 REBAR TIES WITHIN
TOP 5" OF CONCRETE
SEE NOTE 3.

#5 VERTICAL REBAR,
TYPICAL OF 4

STANDARD 180° J-HOOK
AT BOTTOM OF
VERTICAL REBAR,
TYPICAL OF 4

MINIMUM DIAMETER
AND LARGER AS REQ'D
TO MAINTAIN
SPECIFIED MINIMUM
DIMENSIONS

#3 REBAR TIES AT 12" ON
CENTER VERTICALLY,
TYPICAL. SEE NOTE 3.

24" MIN.

9'-0"

INSTALL LUGS IN POLE NEAR HANDHOLE,
BOND GROUND CONDUCTOR TO LUGS.

#6 GROUND
CONDUCTOR

8' LONG, 5/8"
COPPER CLAD
GROUND ROD.

EXOTHERMIC
WELD

CONNECTION

REFERENCE NOTES
1. CEILING FINISH MATERIAL, SEE ARCHITECTURAL

REFLECTED CEILING PLANS FOR TYPE AND DEPTH.

2. PROVIDE STEEL FRAMING ABOVE AS REQUIRED TO
MATCH CEILING FRAMING, SEE FRAMING PLANS FOR
REQUIRED FRAMING.

3. RECESSED HOUSING WITH EXPANDABLE MOUNTING
BARS.

4. FIXTURE TRIM

5. OUTLET BOX / BRANCH CIRCUIT

6. ATTACH EXPANDABLE MOUNTING BARS WITH #10 X 1"
SMS, PROVIDE A MINIMUM OF (4) PER MOUNTING BAR.HARD LID CEILING

REFERENCE NOTES
1. CEILING MATERIAL

2. T-BAR CEILING RUNNER.

3. RECESSED LIGHT HOUSING WITH QUICK MOUNTING
BRACKET ON BOTH SIDES.

4. T-BAR FIXTURE HANGING BAR.

5. OUTLET BOX / BRANCH CIRCUIT

6. #12 LIGHT FIXTURE SUPPORT WIRE (MIN. 2 PER
FIXTURE). CONNECT TO FIXTURE WITH MINIMUM OF 4
TIGHT TURNS AND TO STRUCTURE ABOVE PER
ARCHITECTURAL ATTACHEMENT DETAILS, REFER TO
5/A-921.T-BAR, DROP CEILING

(2) #10x1" HEX HEAD SELF-DRILLING SCREWS AT EACH
BLOCKING

LIGHT FIXTURE

"SIMPSON" L50, OR EQUAL, AND (3) #10x1"
SELF-DRILLING SCREW EACH LEG (TYPICAL)

MINIMUM 20 GAUGE METAL STUD BLOCKING, TWO
PER EACH 4'-0" LIGHT FIXTURE.

FINISH CEILING

METAL CEILING JOIST

AT STUD WALL

AT CMU WALL

REFERENCE NOTES

1

2

3

HEIGHT

SEE ARCH. PLANS
FOR MOUNTING

OUTLET BOX

PROVIDE #10x1" HEX HEAD
SELF-TAPPING SCREWS AT FIXTURE MOUNTING
POINTS. (MINIMUM OF 2) TO BACKING OR WALL
STUDS

METAL WALL STUD, SEE ARCH. PLANS.

WALL FINISH, SEE ARCH. PLANS.

WALL STUD BACKING PER
14-X/S105.

1. SMALL SURFACE MOUNTED LIGHT FIXTURE. (20 LBS. OR
LESS)

2. CONCRETE MASONRY WALL.
3. 3/8" DIA. HILTI KB3 , PER ICC ESR-2302. PROVIDE MINIMUM

2-1/2" EMBEDMENT.

NOTE:
FLUSH MOUNTED OUTLET BOX IS NOT SHOWN FOR

CLARIFICATION.

LIGHTING FIXTURE PER FIXTURE
SCHEDULE ON SHEET X/E105.

PLAN

PLAN

28 RECESSED DOWNLIGHTING DETAIL
SCALE: (OPTIONAL TEXT)

29 TYPICAL POLE MOUNTING DETAIL
SCALE: (OPTIONAL TEXT)

30 TYPICAL SURFACE MOUNT LIGHT FIXTURE
SCALE: (OPTIONAL TEXT)

NOTE:
IN ACCORDANCE WITH CEC 110.16. PROVIDE ARC FLASH PROTECTION WARNING LABELS ON EACH SWITCHBOARD, PANELBOARD,
AND TRANSFORMER. LABELS SHALL BE PER ANSI Z535.4 GUIDELINES PER THE ABOVE EXAMPLE.

WARNING
ARC FLASH HAZARD

LINE SIDE
of MAIN

FLASH PROTECTION BOUNDARY:

INCIDENT ENERGY RANGE:
HAZARD RISK CATEGORY:

40   inches
CLASS 2
4 - 8 cal/cm²

LOAD SIDE
of MAIN

FLASH PROTECTION BOUNDARY:

INCIDENT ENERGY RANGE:
HAZARD RISK CATEGORY:

20   inches
CLASS 0
0 - 2 cal/cm²

LOCATION: BUS NAME PROTECTIVE DEVICE: UPSTREAM DEVICE

PSE TQS#: #####.# Date Issued: April 2004 Study Rev. :0
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HLG-1

"LIVG"

MYERS, OR ENGINEER
APPROVED EQUAL

EMERGENCY LIGHTING
INVERTER
2200 VA 1ɸ (MINIMUM)
277V INPUT
277V OUTPUT
W/ OUTPUT C.B. AS SHOWN

NOTE: PROVIDE INVERTER
AND BATTERY CABINET WITH
PROTECTION FROM FIRE
SPRINKLER WATER SPRAY.

1,078W
TOTAL
CONNECTED:

LIVG-1

20/1

LIVG-2

20/1

SITE AND PARKING 017 LIGHTING

EXTERIOR BUILDING MOUNT,
LOBBY 001, MEETING ROOM
002, STAIR 1 007, AND UTILITY
CLERK 009.

392W

686W

LIVG-3

20/1

37 EGRESS LIGHTING INVERTER CONNECTION DETAIL "LIVG"
SCALE: 

38 EGRESS LIGHTING INVERTER CONNECTION DETAIL "LIV1"
SCALE: 

39 EGRESS LIGHTING INVERTER CONNECTION DETAIL "LIV2"
SCALE: 

40 EGRESS LIGHTING INVERTER CONNECTION DETAIL "LIV3"
SCALE: 

HL3-1

"LIV3"

MYERS, OR ENGINEER
APPROVED EQUAL

EMERGENCY LIGHTING
INVERTER
2200 VA 1ɸ (MINIMUM)
277V INPUT
277V OUTPUT
W/ OUTPUT C.B. AS SHOWN

NOTE: PROVIDE INVERTER
AND BATTERY CABINET WITH
PROTECTION FROM FIRE
SPRINKLER WATER SPRAY.

1,481W
TOTAL
CONNECTED:

LIV3-1

20/1 EMERGENCY LIGHTS
1481W

LIV3-3~4

20/1 SPARES

HL2-1

"LIV2"

MYERS, OR ENGINEER
APPROVED EQUAL

EMERGENCY LIGHTING
INVERTER
1600 VA 1ɸ (MINIMUM)
277V INPUT
277V OUTPUT
W/ OUTPUT C.B. AS SHOWN

NOTE: PROVIDE INVERTER
AND BATTERY CABINET WITH
PROTECTION FROM FIRE
SPRINKLER WATER SPRAY.

1,405W
TOTAL
CONNECTED:

LIV2-1

20/1

LIV2-2

20/1

EMERGENCY LIGHTS -
NORTH / EAST SPACES

EMERGENCY LIGHTS -
SOUTH / WEST SPACES

742W

663W

LIV2-3~4

20/1 SPARES

HL1-1

"LIV1"

MYERS, OR ENGINEER
APPROVED EQUAL

EMERGENCY LIGHTING
INVERTER
2800 VA 1ɸ (MINIMUM)
277V INPUT
277V OUTPUT
W/ OUTPUT C.B. AS SHOWN

NOTE: PROVIDE INVERTER
AND BATTERY CABINET WITH
PROTECTION FROM FIRE
SPRINKLER WATER SPRAY.

2,572W
TOTAL
CONNECTED:

LIV1-1

20/1

LIV1-2

20/1

EMERGENCY LIGHTS -
NORTH SPACES

EMERGENCY LIGHTS -
SOUTH SPACES

894W

1678W

LIV1-4

20/1 SPARE

ELECTRICAL
DETAILS

E-2.4

LIVG-4

20/1 SPARE

LIGHTING CONTROLS
nECY - ELEC. 012

LIV3-2

20/1
LIGHTING CONTROLS
nECY - ELEC. / I.T. 319

LIV1-3

20/1
LIGHTING CONTROLS
nECY - ELEC. 115
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EVS-13/15

EVS5
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EVS-10/12

EVS8
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115
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"LCP/ARP"

"FACP"

"LIVG"
"TLR"

ELEC.
012
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S1A

LIVG-1

S1A

LIVG-1

LIVG-1

CARPORT#1 (72 PANELS)

CARTPOR#2 (56 PANELS)

C
A

R
P

O
R

T#
3 

(7
2 

P
A

N
E

LS
)

CARPORT#4 (48 PANELS)

CARPORT#5 (104 PANELS)
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17
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5
2

6

21"PB1"

B3B4

B1B2

(F)(F)25

20 26

UTILITY [020]  AT
GROUND FLOOR

FR [013] AT
GROUND FLOOR

ELEC [012] AT
GROUND FLOOR
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REFERENCE NOTES
1. MSB UNDERGROUND PULL SECTION.

2. PRIMARY CONDUIT(S) PER SOUTHERN CALIFORNIA EDISON (SCE)
REQUIREMENTS.

3. SECONDARY CONDUITS PER SPOUTHERN CALIFORNIA EDISON (SCE)
REQUIREMENTS.

4. 8' X 10' SCE TRANSFORMER PAD WITH PROTECTIVE BOLLARD PER SCE
REQUIREMENTS.

5. 3'X5' PRIMARY PULLBOX WITH TRAFFIC RATED LID PER SCE
REQUIREMENTS.

6. POINT OF CONNECTION PER UTILITY COMPANY.

7. MAIN POINT OF ENTRY FOR TELEPHONE, CATV, AND CITY FIBER
SERVICE CONDUITS.

8. TELEPHONE/TV/FIBER  SERVICE CONDUITS PER UTILITY
REQUIREMENTS. PROVIDE 1-4"C FRONTIER COMMUNICATION, 1-3"C.
COX CABLE, AND 2-2" CITY FIBER

9. TELEPHONE AND CATV PULL BOX PER UTILITY REQUIREMENTS:
PROVIDE 2'X3' PER FRONTIER COMMUNICATION AND 17"X30" PER COX
CABLE.

10. CONNECTION TO ELECTRIC VEHICLE CHARGING STATION LEVEL 2
(EVSE). OPERABLE PARTS SHALL NOT REQUIRE TIGHT GRASPING,
PINCHING, OR TWISTING OF THE WRIST AND SHALL COMPLY WITH
REACH RANGES PER 3/E-2.0.

11. FUTURE EVCS. PROVIDE  11X17 AND 1-1/4"C (PVC 40) TO PANEL EVS.

12. MOUNT SOLAR INVERTER AT CANOPY.  REFER TO DIAGRAM ON SHEET
E0.05. PROVIDE (1) 2" CONDUIT STUBBED FROM INVERTER TO
ACCESSIBLE CEILING SPACE OF GEAR CHECK ROOM 004 FOR FUTURE
INTEGRATION INTO BUILDING MANAGEMENT SYSTEM.

13. PROVIDE 120V CONNECTION  TO IRRIGATION CONTROLLER. VERIFY
EXACT LOCATION WITH LANDSCAPE PRIOR TO ROUGH-IN.

14. BATTERY ENERGY STORAGE SYSTEM, "BESS"  PER SINGLE LINE
DIAGRAM. PROVIDE FEEDER AND LOW VOLTAGE CONDUITS TO FIRST
FLOOR ELECTRICAL ROOM. SEE SINGLE LINE DIAGRAM.

15. 2'X3' CITY FIBER PULL BOX. HOME RUN 2"CONDUIT TO "MCTB" .

16. LOCATION OF EVCS PAYMENT KIOSK INSTALLED BY OWNER. PROVIDE
120V CONNECTION FROM PLEV AND 2" COMMUNICATION CONDUIT TO
NEW DATA RACK FOR LOW VOLTAGE WIRING.

17. PROPOSED LOCATION OF POWER FLEX NEXUS SENSE FOR EV
CHARGING BY COUNTY VENDOR PER SINGLE LINE DIAGRAM. PROVIDE
480V 3 PHASE CONNECTION.

18. PROPOSED LOCAITON OF POWER FLEX NEXUS CORE FOR EV
CHARGING BY COUNTY VENDOR PER SINGLE LINE DIAGRAM . PROVIDE
120V CONNECTION.

19. GENERATOR CONNECTION PANEL, "GCP" FOR PORTABLE CONNECTION
PER SINGLE LINE DIAGRAM COORDINATE WITH COUNTY FOR EXACT
LOCATION PRIOR TO ROUGH-IN.

20. PROVIDE (1) 2" CONDUIT STUBBED FROM BESS TO ACCESSIBLE CEILING
SPACE OF GEAR CHECK ROOM 004 FOR FUTURE INTEGRATION INTO
BUILDING MANAGEMENT SYSTEM. SEE SINGLE LINE DIAGRAM.

21. PULL BOX "PB1". SEE SINGLE LINE DIAGRAM.

22. STUB (2) 4" CONDUITS FROM THE DISTRIBUTION SECTION OF THE
SWITCHGEAR TO A 2'X3' PULLBOX AT THE PROPERTY LINE FOR FUTURE
LOADS.

23. 1" C FOR IRRIGATION CONTROLLERS.

24. 1 1/2" C FOR IRRIGATION CONTROLLERS.

25. SPACE RESERVED FOR FUTURE BATTERY CABINETS.

26. FEEDER AND SPARE CONDUITS FROM "MSB" TO "BESS". SEE SINGLE
LINE DIAGRAM.

NORTH

SCALE:

OVERALL ELECTRICAL SITE PLAN
1/16" = 1'-0"

OVERALL
ELECTRICAL

SITE PLAN

ES-1.1.0

GENERAL NOTES
A. REFER TO DETAIL 37/E-2.4 FOR THE LIGHTING INVERTER

CONNECTION DETAIL FOR LIGHT FIXTURES FED FROM "LIVG".

B. ALL LIGHT FIXTURES THAT ARE SHADED AND/OR TAGGED WITH AN
"(EM)" ARE FED THROUGH AN EMERGENCY EGRESS LIGHTING
INVERTER.
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REFERENCE NOTES
1. "LIVG", FLOOR MOUNTED LIGHTING INVERTER (2.2KVA, MYERS

#7-EM-3-S-BD2004). SEE DETAIL 37/E-2.4.

NORTH

SCALE:

PARTIAL GROUND FLOOR LIGHTING PLAN - AREA A
1/8" = 1'-0"

PARTIAL
GROUND FLOOR
LIGHTING PLAN

- AREA A

E-1.0.0

GENERAL NOTES
A. ALL LIGHTING BRANCH CIRCUITS ARE FED FROM PANEL "HLG"

UNLESS OTHERWISE NOTED.

B. REFER TO DETAILS 37/E-2.4 AND 38/E-2.4 FOR THE LIGHTING
INVERTER CONNECTION DETAILS FOR LIGHT FIXTURES FED FROM
"LIVG" AND "LIV1".

C. ALL LIGHT FIXTURES THAT ARE SHADED AND/OR TAGGED WITH AN
"(EM)" ARE FED THROUGH AN EMERGENCY EGRESS LIGHTING
INVERTER.
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PARTIAL GROUND FLOOR LIGHTING PLAN - AREA B
1/8" = 1'-0"
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PRIMARY DAYLIT ZONE

SECONDARY DAYLIT ZONE

DAYLIT ZONE LEGEND
PARTIAL

GROUND FLOOR
LIGHTING PLAN

- AREA B

E-1.0.1

GENERAL NOTES
A. ALL LIGHTING BRANCH CIRCUITS ARE FED FROM PANEL "HLG"

UNLESS OTHERWISE NOTED.

B. REFER TO DETAILS 37/E-2.4 AND 38/E-2.4 FOR THE LIGHTING
INVERTER CONNECTION DETAILS FOR LIGHT FIXTURES FED FROM
"LIVG" AND "LIV1".

C. ALL LIGHT FIXTURES THAT ARE SHADED AND/OR TAGGED WITH AN
"(EM)" ARE FED THROUGH AN EMERGENCY EGRESS LIGHTING
INVERTER.

1

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



MATCHLINE MATCHLINE

A A

1 2 43 9.1 15.115

K.1

B B

4.34.2 5 7 13 14

H H

103.1

B.2 B.2

9 11

F F

1284.12.1 2.2

B.3 B.3

B.1 B.1

13.2
4.4 14.1

A.1 A.1

L L

C.1 C.1

G G

K K

6

E E

13.15.1

C C

D D

J J

MATCHLINE

n n

nOS

C2

D1 D1

D2

V V

MATCHLINE

ELEC.
012

FIRE ALARM
013

PUBLIC
RR
005

PUBLIC
RR
006

TRASH
015

IT STOR.
014

ELEV.
EQUIP.

016

UTILITY
020

STOR.
021

STAIR 1
007

STAIR 2
019

STORAGE
003

PARKING
017

C2 C2
C2

C1

PG PG

PG

PG

PG

PG

PG PG

PG

PG

PGE

PGE

S9

S9

S7

S9S9

S9 S9

S7

S4 S4

S4 S4

OS OS

nPP
ER

nOS

D3

D3

C2 C2

D3

D3

D3

D3

D3 D3D3

D3 D3D3

nPP
ER

nOS

nPP

nOS

nPP
ER

nD

nD

X3

X3

X3

X4

nPS

C5

C5

C5

C5

B4-P3

nOS

C5

C5
C5

C5

C5

C5

C
5

nPP
C5

C5

nOS

nPP
C5

C
5

C5

B3-P3 C5

B3-P1

C
5

C5

C5

nPP

nOS

C5

C5

C5

B4-P5

OS

PG

PG

PG

PGE

PG

PG

PGE

PGE

(EM)

(EM)

(EM)

(EM)

(EM)

(EM)

(EM)

(EM) (EM)

(EM)

(EM)

(EM)

(EM)

(EM)

(EM)

(EM) (EM)

nDnD

OS

nD

nD

F2 F2F2

F2 F2 F2

F2

F2

F2

D1 D1 D1

D2

nD
D2 D2 D2

A A

A
A

A

C2

C2

C2

C2

C1
C1 C2

Q2

EVIDENCE
010

PUBLIC
MEETING RM.

002

UTILITY
CLERK

009

GEAR
CHECK

004

LOBBY
001

ELEV.
008

GEAR
STORAGE

011

n2D

PG

nOS

nOS

nPP
ER

nOS nPP
ER

nPP

nECY

nARP

S9

S9

X3

nPP
ER

nPP

X1A

nPP

X1A

AS

C5

C5

nB8 H1

nB8 B1nB8 B2

nB8 B3nB8 B4

B1-P2

nOS

nPP

C
5

C5

B2-P4

nOS

nPP

C
5

C5

C5

B1-P4

C5

C5

C
5

nPP T24

C
5

C5

C5B2-P2

C5

C
5

C
5

C
5

nPP

nOS

C
5

C5

B2-P3

C
5

C
5

C5

C
5

B3-P2

C5

nOS
C5C5

C5 nPP
C5

C5C5

C
5

B3-P4

B4-P3

(EM)

(EM)

(EM)

(EM)

(EM)

(EM) (EM) (EM) (EM)

C5

(EM)

(EM)
(EM) (EM)

(EM)(EM)(EM)

(EM) (EM)

(EM)

(EM)(EM)
(EM)

(EM)

(EM)

(EM)

S9 (EM)

OS

nARP

OS

nAR
FC-0.02

C5C
5

LV

nAR
FC-0.01

C5

C5

F2F2

F2 F2F2
(EM)

F2 F2F2
(EM)

"TEVG"
"EVG"

"LMG"

"HLG"

"LIVG"

"LRG"

1

2 3

1

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

 Mar 18, 2024 - 2:36pm - Anthony - K:\ENG\2022\22-8052\22-8052_E-1.0.2~E-1.0.3_GROUND FLOOR LIGHTING CONTROLS PLAN.dwg

San Luis Obispo, CA 93406
P.O. Box 1167 - 3562 Empleo St.

THOMA ELECTRIC, INC.

Phone: (805) 543-3850

cad@thomaelec.com

ARE TM A. E

C
F

NO. 10757

ELTS

OE
AT

E

SIGER

I
W

LT L

IE

A
RO

L

I CRT
IL FCA

AIN

HOM NA
RE

E
GI

N

O

Fax: (805) 543-3829

RPD
NAOIEF SS

L

COUNTY OF
SANTA

BARBARA

THOMA
#22-8052

EXP:
06/30/25

Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

Sheet Number

895.01
04/28/2023

CJ

100% CONSTRUCTION
DOCUMENTS

No. Description Date

TR

SANTA
BARBARA

PROBATION
HEADQUARTERS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1 PC1 12/15/2023

REFERENCE NOTES
1. UP TO nLIGHT DEVICE ON NEXT LEVEL. SEE SHEET E-1.1.2 FOR

CONTINUATION.

2. DOWN TO CONTROLLED RECEPTACLES IN THIS ROOM.

3. TO FAN COIL, UNIT TURNS OFF WITH 5 MINUTE TIME DELAY OFF, PER
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SCALE:

PARTIAL GROUND FLOOR LIGHTING CONTROLS PLAN - AREA B
1/8" = 1'-0"
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REFERENCE NOTES
1. CONNECTION TO FIRE ALARM CONTROL PANEL, "FACP".

2. CONNECTION TO ELECTRIC VEHICLE CHARGING STATION LEVEL 2
(EVSE). OPERABLE PARTS SHALL NOT REQUIRE TIGHT GRASPING,
PINCHING, OR TWISTING OF THE WRIST AND SHALL COMPLY WITH
REACH RANGES PER 3/E-2.0.

3. FIRE ALARM ANNUNCIATOR PANEL

4. FIRE ALARM CONNECTION TO TAMPER SWITCH AT BACK FLOW
PREVENTOR.

5. GENERATOR ANNUNCIATOR PANEL.

6. PROPOSED LOCAITON OF POWER FLEX NEXUS CORE FOR EV
CHARGING BY COUNTY VENDOR PER SINGLE LINE DIAGRAM .
PROVIDE 120V CONNECTION.

7. PROVIDE JUNCTION BOX ABOVE CEILING WITH DEDICATED CIRCUIT
HOME RUN TO PANEL "LRG" FOR FUTURE LINE VOLTAGE
CONNECTION TO BUILDING MANAGEMENT SYSTEM CONTROLLER.

8. PROVIDE (1) 2" CONDUIT FROM THE MAIN SWITCHBOARD "MSB" TO
THE ACCESSIBLE CEILING SPACE WITHIN GEAR CHECK ROOM 004
FOR FUTURE INTEGRATION INTO BUILDING MANAGEMENT SYSTEM.

9. CONNECT TO MOTORIZED GRILLE. HOMERUN 1" C. TO FIRST FLOOR
I.T. ROOM FOR LOW VOLTAGE WIRING BY OTHERS.

10. PROVIDE 3/4" C.O. TO POST MOUNTED ACCESS CONTROL KEYPAD
FOR LOW VOLTAGE WIRING BY GATE CONTRACTOR.

11. PROVIDE STUB(S) FOR LOOP DETECTORS. COORDINATE WITH GATE
CONTRACTOR.

12. CONNECT TO ACCESS CONTROL GATE. HOMERUN 1"C. TO FIRST
FLOOR I.T. ROOM FOR LOW VOLTAGE WIRING BY OTHERS.

13. LOCATE RECEPTACLE FOR CONNECTION TO KEY LOCKERS.
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SCALE:

PARTIAL GROUND FLOOR POWER PLAN - AREA A
1/8" = 1'-0"
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SCALE:

PARTIAL GROUND FLOOR POWER PLAN - AREA B
1/8" = 1'-0"
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PARTIAL
GROUND

FLOOR POWER
PLAN - AREA B

E-1.0.5

1. CONNECTION TO FIRE ALARM CONTROL PANEL, "FACP".

2. CONNECTION TO ELECTRIC VEHICLE CHARGING STATION LEVEL 2.
(EVCS).

3. FIRE ALARM ANNUNCIATOR PANEL

4. FIRE ALARM CONNECTION TO TAMPER SWITCH AT BACK FLOW
PREVENTOR.

5. GENERATOR ANNUNCIATOR PANEL.

6. PROPOSED LOCAITON OF POWER FLEX NEXUS CORE FOR EV
CHARGING BY COUNTY VENDOR PER SINGLE LINE DIAGRAM .
PROVIDE 120V CONNECTION.

7. PROVIDE JUNCTION BOX ABOVE CEILING WITH DEDICATED CIRCUIT
HOME RUN TO PANEL "LRG" FOR FUTURE LINE VOLTAGE
CONNECTION TO BUILDING MANAGEMENT SYSTEM CONTROLLER.

8. PROVIDE (1) 1" CONDUIT FROM THE MAIN SWITCHBOARD "MSB" TO
THE ACCESSIBLE CEILING SPACE WITHIN GEAR CHECK ROOM 004
FOR FUTURE INTEGRATION INTO BUILDING MANAGEMENT SYSTEM.
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1 PC1 12/15/2023

REFERENCE NOTES
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SCALE:

GROUND FLOOR MEP CONNECTION PLAN
1/8" = 1'-0"

REFERENCE NOTES
1. INDOOR UNIT POWERED BY OUTDOOR UNIT PER MECHANICAL

PLANS.

2. PROVIDE LINE VOLTAGE CONNECTION TO EXHAUST FAN PER
MECHANICAL PLANS.

3. DUCTLESS SPLIT SYSTEM. INDOOR UNIT POWERED BY OUTDOOR
UNIT.

4. LOW VOLTAGE WIRING BY MECHANICAL CONTRACTOR FROM FAN
COIL AND ERV PER MECHANICAL PLANS.  CONNECT WIRE TO
OCCUPANCY AUXILIARY RELAY.  PROVIDE 5 MINUTE TIME DELAY.
(TYPICAL OF ALL FAN COILS)

5. PROVIDE LINE VOLTAGE CONNECTION TO SMOKE FIRE DAMPER PER
MECHANICAL PLANS.

6. PROVIDE LINE VOLTAGE CONNECTION TO WATER HEATER PER
PLUMBING PLANS.
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NORTH

SCALE:

PARTIAL FIRST FLOOR LIGHTING PLAN - AREA A
1/8" = 1'-0"

1. "LIV1", FLOOR MOUNTED LIGHTING INVERTER (2.8KVA, MYERS
#7-EM-4-S-BD2004). SEE DETAIL 38/E-2.4.

GENERAL NOTES
A. ALL LIGHTING BRANCH CIRCUITS ARE FED FROM PANEL "HL1"

UNLESS OTHERWISE NOTED.

B. REFER TO DETAIL 38/E-2.4 FOR THE LIGHTING INVERTER
CONNECTION DETAIL FOR LIGHT FIXTURES FED FROM "LIV1".

C. ALL LIGHT FIXTURES THAT ARE SHADED AND/OR TAGGED WITH AN
"(EM)" ARE FED THROUGH AN EMERGENCY EGRESS LIGHTING
INVERTER.
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PARTIAL FIRST FLOOR LIGHTING CONTROLS PLAN - AREA B
1/8" = 1'-0"
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PARTIAL FIRST FLOOR POWER PLAN - AREA B
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1. FLOOR MOUNTED DATA RACK (OWNER FURNISHED, CONTRACTOR

INSTALLED).

2. NOT USED.

3. CONDUIT SLEEVES BETWEEN CABLE TRAY.

4. WALL MOUNTED CABLE TRAY ABOVE T-BAR CEILING.

5. LADDER TRAY AT TELECOM ROOM.

6. FLOOR MOUNTED BOX FOR SYSTEM FURNITURE CONNECTION. STUB
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OTHERWISE NOTED. (TYPICAL)
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REFERENCE NOTES
1. FLOOR MOUNTED DATA RACK (OWNER FURNISHED, CONTRACTOR

INSTALLED).

2. NOT USED.

3. CONDUIT SLEEVES BETWEEN CABLE TRAY.

4. WALL MOUNTED CABLE TRAY ABOVE T-BAR CEILING.

5. LADDER TRAY AT TELECOM ROOM.

6. FLOOR MOUNTED BOX FOR SYSTEM FURNITURE CONNECTION. STUB
1-1/4"C.O. TO ACCESSIBLE CEILING SPACE NEAR CABLE TRAY.

7. PROVIDE 2-WAY COMMUNICATION PHONE AND FIRE ALARM
CONNECTION.

8. CONDUIT SLEEVES FOR LOW VOLTAGE WIRING. 2" MINIMUM UNLESS
OTHERWISE NOTED. (TYPICAL)
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SANTA BARBARA, CA

93101

1 PC1 12/15/2023

NORTH

SCALE:

PARTIAL FIRST FLOOR MEP CONNECTION PLAN - AREA A
1/8" = 1'-0"

REFERENCE NOTES
1. INDOOR UNIT POWERED BY OUTDOOR UNIT PER MECHANICAL

PLANS.

2. PROVIDE LINE VOLTAGE CONNECTION TO EXHAUST FAN THROUGH
LINE VOLTAGE THERMOSTAT PER MECHANICAL PLANS.

3. LOW VOLTAGE WIRING BY MECHANICAL CONTRACTOR FROM FAN
COIL AND ERV PER MECHANICAL PLANS.  CONNECT WIRE TO
OCCUPANCY AUXILIARY RELAY.  PROVIDE 5 MINUTE TIME DELAY.
(TYPICAL OF ALL FAN COILS).

4. PROVIDE LINE VOLTAGE CONNECTION TO SMOKE FIRE DAMPER PER
MECHANICAL PLANS.

5. PROVIDE LINE VOLTAGE CONNECTION TO DUCT MOUNTED SMOKE
DETECTOR.

PARTIAL FIRST
FLOOR MEP
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PLAN - AREA A
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PARTIAL FIRST
FLOOR MEP

CONNECTION
PLAN - AREA B

E-1.1.9

1. INDOOR UNIT POWERED BY OUTDOOR UNIT PER MECHANICAL
PLANS.

2. PROVIDE LINE VOLTAGE CONNECTION TO EXHAUST FAN THROUGH
LINE VOLTAGE THERMOSTAT PER MECHANICAL PLANS.

3. LOW VOLTAGE WIRING BY MECHANICAL CONTRACTOR FROM FAN
COIL AND ERV PER MECHANICAL PLANS.  CONNECT WIRE TO
OCCUPANCY AUXILIARY RELAY.  PROVIDE 5 MINUTE TIME DELAY.
(TYPICAL OF ALL FAN COILS).

4. PROVIDE LINE VOLTAGE CONNECTION TO SMOKE FIRE DAMPER PER
MECHANICAL PLANS.

5. PROVIDE LINE VOLTAGE CONNECTION TO DUCT MOUNTED SMOKE
DETECTOR.
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REFERENCE NOTES

NORTH

SCALE:

SECOND FLOOR LIGHTING PLAN
1/8" = 1'-0"

1. "LIV2", FLOOR MOUNTED LIGHTING INVERTER (1.6KVA, MYERS
#7-EM-2-S-BD2004). SEE DETAIL 39/E-2.4.

SECOND FLOOR
LIGHTING PLAN

E-1.2.0

GENERAL NOTES
A. ALL LIGHTING BRANCH CIRCUITS ARE FED FROM PANEL "HL2"

UNLESS OTHERWISE NOTED.

B. REFER TO DETAIL 39/E-2.4 FOR THE LIGHTING INVERTER
CONNECTION DETAIL FOR LIGHT FIXTURES FED FROM "LIV2".

C. ALL LIGHT FIXTURES THAT ARE SHADED AND/OR TAGGED WITH AN
"(EM)" ARE FED THROUGH AN EMERGENCY EGRESS LIGHTING
INVERTER.
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REFERENCE NOTES
1. CONNECTION TO FLOOR MOUNTED DATA RACK.
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5. PROVIDE DEDICATED CIRCUIT FOR ACCESS CONTROL PANEL.

6. PROVIDE DEDICATED CIRCUIT FOR SECURITY RACK.
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SANTA BARBARA, CA

93101

1 PC1 12/15/2023

REFERENCE NOTES
1. FLOOR MOUNTED DATA RACK (OWNER FURNISHED, CONTRACTOR

INSTALLED).

2. NOT USED.

3. CONDUIT SLEEVES BETWEEN CABLE TRAY.

4. WALL MOUNTED CABLE TRAY ABOVE T-BAR CEILING.

5. LADDER TRAY AT TELECOM ROOM.

6. FLOOR MOUNTED BOX FOR SYSTEM FURNITURE CONNECTION. STUB
1-1/4"C.O. TO ACCESSIBLE CEILING SPACE NEAR CABLE TRAY.

7. PROVIDE 2-WAY COMMUNICATION PHONE AND FIRE ALARM
CONNECTION.

8. CONDUIT SLEEVES FOR LOW VOLTAGE WIRING. 2" MINIMUM UNLESS
OTHERWISE NOTED. (TYPICAL)

9. CONDUIT SLEEVES BETWEEN FIRST AND SECOND FLOOR
ELECTRICAL / I.T. ROOMS.

10. CONDUIT SLEEVES BETWEEN SECOND AND THIRD FLOOR
ELECTRICAL / I.T. ROOMS.

NORTH

SCALE:

SECOND FLOOR COMMUNICATION PLAN
1/8" = 1'-0"

SECOND FLOOR
COMMUNICATION

PLAN

E-1.2.3
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TR

SANTA
BARBARA

PROBATION
HEADQUARTERS

1019 GARDEN STREET
SANTA BARBARA, CA

93101

1 PC1 12/15/2023

REFERENCE NOTES
1. INDOOR UNIT POWERED BY OUTDOOR UNIT PER MECHANICAL

PLANS.

2. PROVIDE LINE VOLTAGE CONNECTION TO EXHAUST FAN THROUGH
LINE VOLTAGE THERMOSTAT PER MECHANICAL PLANS.

3. LOW VOLTAGE WIRING BY MECHANICAL CONTRACTOR FROM FAN
COIL AND ERV PER MECHANICAL PLANS.  CONNECT WIRE TO
OCCUPANCY AUXILIARY RELAY.  PROVIDE 5 MINUTE TIME DELAY.
(TYPICAL OF ALL FAN COILS).

4. PROVIDE LINE VOLTAGE CONNECTION TO CIRCULATION PUMP PER
PLUMBING PLANS.

5. PROVIDE LINE VOLTAGE CONNECTION TO SMOKE FIRE DAMPER PER
MECHANICAL PLANS.

NORTH

SCALE:

SECOND FLOOR MEP CONNECTION PLAN
1/8" = 1'-0"

SECOND FLOOR
MEP

CONNECTION
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1 PC1 12/15/2023

REFERENCE NOTES

NORTH

SCALE:

THIRD FLOOR LIGHTING PLAN
1/8" = 1'-0"

1. "LIV3", FLOOR MOUNTED LIGHTING INVERTER (2.2KVA, MYERS
#7-EM-3-S-BD2004). SEE DETAIL 40/E-2.4.

THIRD FLOOR
LIGHTING PLAN

E-1.3.0

GENERAL NOTES
A. ALL LIGHTING BRANCH CIRCUITS ARE FED FROM PANEL "HL3"

UNLESS OTHERWISE NOTED.

B. REFER TO DETAILS 38/E-2.4 AND 40/E-2.4 FOR THE LIGHTING
INVERTER CONNECTION DETAILS FOR LIGHT FIXTURES FED FROM
"LIV1" AND "LIV3".

C. ALL LIGHT FIXTURES THAT ARE SHADED AND/OR TAGGED WITH AN
"(EM)" ARE FED THROUGH AN EMERGENCY EGRESS LIGHTING
INVERTER.
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SCALE:

THIRD FLOOR COMMUNICATION PLAN
1/8" = 1'-0"

1. FLOOR MOUNTED DATA RACK (OWNER FURNISHED, CONTRACTOR
INSTALLED).

2. CONDUIT SLEEVES BETWEEN CABLE TRAY.

3. WALL MOUNTED CABLE TRAY ABOVE T-BAR CEILING.

4. LADDER TRAY AT TELECOM ROOM.

5. FLOOR MOUNTED DATA WITH WHIP TO ELECTRICAL SYSTEM
FURNITURE. COORDINATE EXACT LOCATION WITH FURNITURE PRIOR
TO ROUGH-IN.

6. PROVIDE 2-WAY COMMUNICATION PHONE AND FIRE ALARM
CONNECTION.

7. CONDUIT SLEEVES FOR LOW VOLTAGE WIRING. 2" MINIMUM UNLESS
OTHERWISE NOTED. (TYPICAL)

8. CONDUIT SLEEVES BETWEEN SECOND AND THIRD FLOOR
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Statistics

Description Symbol Avg Max Min Max/Min Avg/Min

002 PUBLIC MEETING 51 fc 66 fc 1 fc 66.0:1 51.0:1

003 STORAGE 17 fc 31 fc 0 fc N/A N/A

004 GEAR CHCK 29 fc 36 fc 21 fc 1.7:1 1.4:1

005 PUBLIC RR 24 fc 39 fc 13 fc 3.0:1 1.8:1

006 PUBLIC RR 23 fc 39 fc 13 fc 3.0:1 1.8:1

009 UTIL CLERK 34 fc 45 fc 25 fc 1.8:1 1.4:1

010 EVIDENCE 44 fc 62 fc 29 fc 2.1:1 1.5:1

011 GEAR STORAGE 22 fc 37 fc 0 fc N/A N/A

012 ELECTRICAL 13 fc 17 fc 8 fc 2.1:1 1.6:1

013 FIRE ALARM 18 fc 22 fc 13 fc 1.7:1 1.4:1

014 IT STORAGE 19 fc 32 fc 0 fc N/A N/A

015 TRASH 30 fc 45 fc 16 fc 2.8:1 1.9:1

016 ELEVATOR EQUIP 13 fc 18 fc 8 fc 2.3:1 1.6:1

017 PARKING 9.8 fc 31.9 fc 3.2 fc 10.0:1 3.1:1

020 UTILITY 27 fc 42 fc 10 fc 4.2:1 2.7:1

021 STORAGE 23 fc 33 fc 12 fc 2.8:1 1.9:1

022 DEDICATE PARKING 6.6 fc 22.1 fc 2.3 fc 9.6:1 2.9:1

101 LOBBY 19 fc 28 fc 0 fc N/A N/A

102 ADULT LOBBY 33 fc 44 fc 23 fc 1.9:1 1.4:1

103 RECEPTION 43 fc 49 fc 34 fc 1.4:1 1.3:1

104 JUV LOBBY 35 fc 45 fc 25 fc 1.8:1 1.4:1

105 RR 27 fc 37 fc 17 fc 2.2:1 1.6:1

106 HALL 29 fc 35 fc 26 fc 1.3:1 1.1:1

107 RR 23 fc 38 fc 12 fc 3.2:1 1.9:1

108 DRUG TEST 24 fc 32 fc 14 fc 2.3:1 1.7:1

109 INTERVIEW 38 fc 51 fc 24 fc 2.1:1 1.6:1

110 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

111 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

112 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

113 INTERVIEW CONFERENCE 61 fc 72 fc 44 fc 1.6:1 1.4:1

114 INTERVIEW 37 fc 51 fc 24 fc 2.1:1 1.5:1

115 ELECTRICAL 19 fc 25 fc 12 fc 2.1:1 1.6:1

116 IT 34 fc 41 fc 27 fc 1.5:1 1.3:1

117 OFFICE 40 fc 57 fc 25 fc 2.3:1 1.6:1

118 FIELD TRAINING 36 fc 62 fc 0 fc N/A N/A

119 AOP 35 fc 50 fc 11 fc 4.5:1 3.2:1

120 AOP SUPERVISION 30 fc 43 fc 18 fc 2.4:1 1.7:1

121 ADULT SUPERVISION 32 fc 50 fc 13 fc 3.8:1 2.5:1

122 OFFICE 38 fc 52 fc 26 fc 2.0:1 1.5:1

123 OFFICE 37 fc 50 fc 26 fc 1.9:1 1.4:1

124 HALL 27 fc 35 fc 20 fc 1.8:1 1.4:1

125 RR 26 fc 34 fc 20 fc 1.7:1 1.3:1

126 JAN 17 fc 23 fc 12 fc 1.9:1 1.4:1

127 STAFF RR 23 fc 37 fc 14 fc 2.6:1 1.6:1

128 PASSAGE 19 fc 27 fc 15 fc 1.8:1 1.3:1

129 ADULT SUP OFFICE 40 fc 53 fc 25 fc 2.1:1 1.6:1

130 CONFERENCE RM 2 44 fc 66 fc 27 fc 2.4:1 1.6:1

131 ADULT SPECIAL PROGRAMS 37 fc 54 fc 18 fc 3.0:1 2.1:1

132 OFFICE 38 fc 61 fc 22 fc 2.8:1 1.7:1

133 PRETRIAL SUPERVISION 41 fc 65 fc 19 fc 3.4:1 2.2:1

134 OFFICE 36 fc 50 fc 23 fc 2.2:1 1.6:1

135 LOBBY 23 fc 26 fc 20 fc 1.3:1 1.2:1

136 DAY SPACE 42 fc 85 fc 13 fc 6.5:1 3.2:1

137 CLASSROOM 2 28 fc 37 fc 16 fc 2.3:1 1.8:1

139 CLASSROOM 34 fc 50 fc 17 fc 2.9:1 2.0:1

140 COUNCIL 44 fc 67 fc 25 fc 2.7:1 1.8:1

141 COUNCIL 42 fc 56 fc 27 fc 2.1:1 1.6:1

142 RECEPT 34 fc 59 fc 13 fc 4.5:1 2.6:1

143 KIT 45 fc 66 fc 25 fc 2.6:1 1.8:1

144 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

145 PANTRY 32 fc 34 fc 29 fc 1.2:1 1.1:1

146 DPO WORKSTATIONS 30 fc 46 fc 16 fc 2.9:1 1.9:1

147 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

148 PRRC MANAGER 58 fc 66 fc 50 fc 1.3:1 1.2:1

149 PRIVATE PARTNER 30 fc 67 fc 12 fc 5.6:1 2.5:1

150 PR OFFICE 43 fc 67 fc 20 fc 3.4:1 2.2:1

151 STORAGE 18 fc 23 fc 12 fc 1.9:1 1.5:1

152 TRAINING ROOM 32 fc 45 fc 0 fc N/A N/A

153 STORAGE 16 fc 35 fc 5 fc 7.0:1 3.2:1

154 JAN 37 fc 38 fc 37 fc 1.0:1 1.0:1

155 HALL 21 fc 28 fc 0 fc N/A N/A

156 RR 29 fc 40 fc 19 fc 2.1:1 1.5:1

157 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

158 COPY 27 fc 43 fc 16 fc 2.7:1 1.7:1

201 HALL 21 fc 42 fc 0 fc N/A N/A

202 FISCAL COLLECTIONS 29 fc 42 fc 0 fc N/A N/A

203 OFFICE 33 fc 52 fc 0 fc N/A N/A

204 OFFICE W CONF 36 fc 48 fc 22 fc 2.2:1 1.6:1

205 FIRE ARMS 15 fc 29 fc 0 fc N/A N/A

206 FIELD TRAINING 40 fc 58 fc 0 fc N/A N/A

207 OFFICE 26 fc 47 fc 0 fc N/A N/A

209 OFFICE 28 fc 50 fc 0 fc N/A N/A

210 RR 24 fc 38 fc 0 fc N/A N/A

211 LOCKER RM 30 fc 39 fc 0 fc N/A N/A

212 SHOWER 13 fc 29 fc 0 fc N/A N/A

214 LOCKER RM 32 fc 38 fc 22 fc 1.7:1 1.5:1

215 SHOWER 17 fc 28 fc 0 fc N/A N/A

216 CONFERECE 3 31 fc 49 fc 0 fc N/A N/A

217 COPY 21 fc 41 fc 0 fc N/A N/A

218 CONFERENCE 4 35 fc 51 fc 22 fc 2.3:1 1.6:1

219 ELECTRICAL 9 fc 21 fc 0 fc N/A N/A

220 IT 25 fc 36 fc 7 fc 5.1:1 3.6:1

221 WELLNESS 18 fc 31 fc 0 fc N/A N/A

222 CONF 6 33 fc 48 fc 0 fc N/A N/A

223 WAITING 29 fc 40 fc 0 fc N/A N/A

225 PROFESSIONAL STANDARDS 33 fc 41 fc 0 fc N/A N/A

226 OFFICE 26 fc 47 fc 0 fc N/A N/A

227 INTERVIEW 42 fc 63 fc 23 fc 2.7:1 1.8:1

228 SPECIAL STORAGE 22 fc 39 fc 0 fc N/A N/A

229 OFFICE W CONF 31 fc 51 fc 0 fc N/A N/A

230 JUVENILE 39 fc 65 fc 16 fc 4.1:1 2.4:1

231 OFFICE 30 fc 48 fc 0 fc N/A N/A

231 RR 20 fc 31 fc 12 fc 2.6:1 1.7:1

232 OFFICE 26 fc 37 fc 13 fc 2.8:1 2.0:1

233 CONFERENCE 1 28 fc 65 fc 0 fc N/A N/A

234 STORAGE 13 fc 21 fc 0 fc N/A N/A

235 STORAGE 13 fc 20 fc 0 fc N/A N/A

236 BREAK 64 fc 85 fc 0 fc N/A N/A

237 HOTELING 41 fc 53 fc 27 fc 2.0:1 1.5:1

240 INFORMATION SYSTEMS 26 fc 33 fc 18 fc 1.8:1 1.4:1

241 CONFERENCE 5 29 fc 40 fc 8 fc 5.0:1 3.6:1

242 OFFICE 41 fc 55 fc 25 fc 2.2:1 1.6:1

243 EQUIP STORAGE 18 fc 35 fc 6 fc 5.8:1 3.0:1

244 OFFICE W CONF 26 fc 46 fc 0 fc N/A N/A

245 INSTALLATION ROOM 53 fc 64 fc 33 fc 1.9:1 1.6:1

247 OFFICE 37 fc 52 fc 20 fc 2.6:1 1.9:1

248 OFFICE W CONF 30 fc 50 fc 0 fc N/A N/A

248 RESEARCH AND SPCIAL
PROJECTS

31 fc 50 fc 9 fc 5.6:1 3.4:1

249 PRETRIAL ASSESMENT 34 fc 48 fc 0 fc N/A N/A

250 OFFICE 41 fc 67 fc 0 fc N/A N/A

302 EXECUTIVE AREA 40 fc 47 fc 26 fc 1.8:1 1.5:1

303 MEETING ROOM 40 fc 57 fc 24 fc 2.4:1 1.7:1

304 CHEILD OFFICE 34 fc 38 fc 27 fc 1.4:1 1.3:1

305 EXEC ASST 37 fc 52 fc 25 fc 2.1:1 1.5:1

306 DEPUTY CHIEF 36 fc 49 fc 24 fc 2.0:1 1.5:1

307 DEPUTY CHIEF 35 fc 48 fc 24 fc 2.0:1 1.5:1

308 DEPUTY CHIEF 28 fc 40 fc 21 fc 1.9:1 1.3:1

309 DEPUTY CHIEF 29 fc 45 fc 16 fc 2.8:1 1.8:1

310 ADMIN OPS MANAGER 28 fc 40 fc 21 fc 1.9:1 1.3:1

311 UNASSIGNED ADMIN 30 fc 43 fc 16 fc 2.7:1 1.9:1

314 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

315 OFFICE 31 fc 42 fc 22 fc 1.9:1 1.4:1

316 RR 25 fc 39 fc 15 fc 2.6:1 1.7:1

317 RR 25 fc 39 fc 16 fc 2.4:1 1.6:1

318 COPY 31 fc 71 fc 0 fc N/A N/A

319 ELEC IT 29 fc 37 fc 22 fc 1.7:1 1.3:1

320 STORAGE 18 fc 22 fc 15 fc 1.5:1 1.2:1

Calc Zone #87 18 fc 36 fc 0 fc N/A N/A

Calc Zone #138 23 fc 39 fc 9 fc 4.3:1 2.6:1

Calc Zone #144 36 fc 39 fc 32 fc 1.2:1 1.1:1

OPEN OFFICE 31 fc 37 fc 18 fc 2.1:1 1.7:1

001 LOBBY 17 fc 35 fc 1 fc 35.0:1 17.0:1

1           PCC#1         12/15/2023
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Statistics

Description Symbol Avg Max Min Max/Min Avg/Min

002 PUBLIC MEETING 51 fc 66 fc 1 fc 66.0:1 51.0:1

003 STORAGE 17 fc 31 fc 0 fc N/A N/A

004 GEAR CHCK 29 fc 36 fc 21 fc 1.7:1 1.4:1

005 PUBLIC RR 24 fc 39 fc 13 fc 3.0:1 1.8:1

006 PUBLIC RR 23 fc 39 fc 13 fc 3.0:1 1.8:1

009 UTIL CLERK 34 fc 45 fc 25 fc 1.8:1 1.4:1

010 EVIDENCE 44 fc 62 fc 29 fc 2.1:1 1.5:1

011 GEAR STORAGE 22 fc 37 fc 0 fc N/A N/A

012 ELECTRICAL 13 fc 17 fc 8 fc 2.1:1 1.6:1

013 FIRE ALARM 18 fc 22 fc 13 fc 1.7:1 1.4:1

014 IT STORAGE 19 fc 32 fc 0 fc N/A N/A

015 TRASH 30 fc 45 fc 16 fc 2.8:1 1.9:1

016 ELEVATOR EQUIP 13 fc 18 fc 8 fc 2.3:1 1.6:1

017 PARKING 9.8 fc 31.9 fc 3.2 fc 10.0:1 3.1:1

020 UTILITY 27 fc 42 fc 10 fc 4.2:1 2.7:1

021 STORAGE 23 fc 33 fc 12 fc 2.8:1 1.9:1

022 DEDICATE PARKING 6.6 fc 22.1 fc 2.3 fc 9.6:1 2.9:1

101 LOBBY 19 fc 28 fc 0 fc N/A N/A

102 ADULT LOBBY 33 fc 44 fc 23 fc 1.9:1 1.4:1

103 RECEPTION 43 fc 49 fc 34 fc 1.4:1 1.3:1

104 JUV LOBBY 35 fc 45 fc 25 fc 1.8:1 1.4:1

105 RR 27 fc 37 fc 17 fc 2.2:1 1.6:1

106 HALL 29 fc 35 fc 26 fc 1.3:1 1.1:1

107 RR 23 fc 38 fc 12 fc 3.2:1 1.9:1

108 DRUG TEST 24 fc 32 fc 14 fc 2.3:1 1.7:1

109 INTERVIEW 38 fc 51 fc 24 fc 2.1:1 1.6:1

110 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

111 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

112 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

113 INTERVIEW CONFERENCE 61 fc 72 fc 44 fc 1.6:1 1.4:1

114 INTERVIEW 37 fc 51 fc 24 fc 2.1:1 1.5:1

115 ELECTRICAL 19 fc 25 fc 12 fc 2.1:1 1.6:1

116 IT 34 fc 41 fc 27 fc 1.5:1 1.3:1

117 OFFICE 40 fc 57 fc 25 fc 2.3:1 1.6:1

118 FIELD TRAINING 36 fc 62 fc 0 fc N/A N/A

119 AOP 35 fc 50 fc 11 fc 4.5:1 3.2:1

120 AOP SUPERVISION 30 fc 43 fc 18 fc 2.4:1 1.7:1

121 ADULT SUPERVISION 32 fc 50 fc 13 fc 3.8:1 2.5:1

122 OFFICE 38 fc 52 fc 26 fc 2.0:1 1.5:1

123 OFFICE 37 fc 50 fc 26 fc 1.9:1 1.4:1

124 HALL 27 fc 35 fc 20 fc 1.8:1 1.4:1

125 RR 26 fc 34 fc 20 fc 1.7:1 1.3:1

126 JAN 17 fc 23 fc 12 fc 1.9:1 1.4:1

127 STAFF RR 23 fc 37 fc 14 fc 2.6:1 1.6:1

128 PASSAGE 19 fc 27 fc 15 fc 1.8:1 1.3:1

129 ADULT SUP OFFICE 40 fc 53 fc 25 fc 2.1:1 1.6:1

130 CONFERENCE RM 2 44 fc 66 fc 27 fc 2.4:1 1.6:1

131 ADULT SPECIAL PROGRAMS 37 fc 54 fc 18 fc 3.0:1 2.1:1

132 OFFICE 38 fc 61 fc 22 fc 2.8:1 1.7:1

133 PRETRIAL SUPERVISION 41 fc 65 fc 19 fc 3.4:1 2.2:1

134 OFFICE 36 fc 50 fc 23 fc 2.2:1 1.6:1

135 LOBBY 23 fc 26 fc 20 fc 1.3:1 1.2:1

136 DAY SPACE 42 fc 85 fc 13 fc 6.5:1 3.2:1

137 CLASSROOM 2 28 fc 37 fc 16 fc 2.3:1 1.8:1

139 CLASSROOM 34 fc 50 fc 17 fc 2.9:1 2.0:1

140 COUNCIL 44 fc 67 fc 25 fc 2.7:1 1.8:1

141 COUNCIL 42 fc 56 fc 27 fc 2.1:1 1.6:1

142 RECEPT 34 fc 59 fc 13 fc 4.5:1 2.6:1

143 KIT 45 fc 66 fc 25 fc 2.6:1 1.8:1

144 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

145 PANTRY 32 fc 34 fc 29 fc 1.2:1 1.1:1

146 DPO WORKSTATIONS 30 fc 46 fc 16 fc 2.9:1 1.9:1

147 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

148 PRRC MANAGER 58 fc 66 fc 50 fc 1.3:1 1.2:1

149 PRIVATE PARTNER 30 fc 67 fc 12 fc 5.6:1 2.5:1

150 PR OFFICE 43 fc 67 fc 20 fc 3.4:1 2.2:1

151 STORAGE 18 fc 23 fc 12 fc 1.9:1 1.5:1

152 TRAINING ROOM 32 fc 45 fc 0 fc N/A N/A

153 STORAGE 16 fc 35 fc 5 fc 7.0:1 3.2:1

154 JAN 37 fc 38 fc 37 fc 1.0:1 1.0:1

155 HALL 21 fc 28 fc 0 fc N/A N/A

156 RR 29 fc 40 fc 19 fc 2.1:1 1.5:1

157 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

158 COPY 27 fc 43 fc 16 fc 2.7:1 1.7:1

201 HALL 21 fc 42 fc 0 fc N/A N/A

202 FISCAL COLLECTIONS 29 fc 42 fc 0 fc N/A N/A

203 OFFICE 33 fc 52 fc 0 fc N/A N/A

204 OFFICE W CONF 36 fc 48 fc 22 fc 2.2:1 1.6:1

205 FIRE ARMS 15 fc 29 fc 0 fc N/A N/A

206 FIELD TRAINING 40 fc 58 fc 0 fc N/A N/A

207 OFFICE 26 fc 47 fc 0 fc N/A N/A

209 OFFICE 28 fc 50 fc 0 fc N/A N/A

210 RR 24 fc 38 fc 0 fc N/A N/A

211 LOCKER RM 30 fc 39 fc 0 fc N/A N/A

212 SHOWER 13 fc 29 fc 0 fc N/A N/A

214 LOCKER RM 32 fc 38 fc 22 fc 1.7:1 1.5:1

215 SHOWER 17 fc 28 fc 0 fc N/A N/A

216 CONFERECE 3 31 fc 49 fc 0 fc N/A N/A

217 COPY 21 fc 41 fc 0 fc N/A N/A

218 CONFERENCE 4 35 fc 51 fc 22 fc 2.3:1 1.6:1

219 ELECTRICAL 9 fc 21 fc 0 fc N/A N/A

220 IT 25 fc 36 fc 7 fc 5.1:1 3.6:1

221 WELLNESS 18 fc 31 fc 0 fc N/A N/A

222 CONF 6 33 fc 48 fc 0 fc N/A N/A

223 WAITING 29 fc 40 fc 0 fc N/A N/A

225 PROFESSIONAL STANDARDS 33 fc 41 fc 0 fc N/A N/A

226 OFFICE 26 fc 47 fc 0 fc N/A N/A

227 INTERVIEW 42 fc 63 fc 23 fc 2.7:1 1.8:1

228 SPECIAL STORAGE 22 fc 39 fc 0 fc N/A N/A

229 OFFICE W CONF 31 fc 51 fc 0 fc N/A N/A

230 JUVENILE 39 fc 65 fc 16 fc 4.1:1 2.4:1

231 OFFICE 30 fc 48 fc 0 fc N/A N/A

231 RR 20 fc 31 fc 12 fc 2.6:1 1.7:1

232 OFFICE 26 fc 37 fc 13 fc 2.8:1 2.0:1

233 CONFERENCE 1 28 fc 65 fc 0 fc N/A N/A

234 STORAGE 13 fc 21 fc 0 fc N/A N/A

235 STORAGE 13 fc 20 fc 0 fc N/A N/A

236 BREAK 64 fc 85 fc 0 fc N/A N/A

237 HOTELING 41 fc 53 fc 27 fc 2.0:1 1.5:1

240 INFORMATION SYSTEMS 26 fc 33 fc 18 fc 1.8:1 1.4:1

241 CONFERENCE 5 29 fc 40 fc 8 fc 5.0:1 3.6:1

242 OFFICE 41 fc 55 fc 25 fc 2.2:1 1.6:1

243 EQUIP STORAGE 18 fc 35 fc 6 fc 5.8:1 3.0:1

244 OFFICE W CONF 26 fc 46 fc 0 fc N/A N/A

245 INSTALLATION ROOM 53 fc 64 fc 33 fc 1.9:1 1.6:1

247 OFFICE 37 fc 52 fc 20 fc 2.6:1 1.9:1

248 OFFICE W CONF 30 fc 50 fc 0 fc N/A N/A

248 RESEARCH AND SPCIAL
PROJECTS

31 fc 50 fc 9 fc 5.6:1 3.4:1

249 PRETRIAL ASSESMENT 34 fc 48 fc 0 fc N/A N/A

250 OFFICE 41 fc 67 fc 0 fc N/A N/A

302 EXECUTIVE AREA 40 fc 47 fc 26 fc 1.8:1 1.5:1

303 MEETING ROOM 40 fc 57 fc 24 fc 2.4:1 1.7:1

304 CHEILD OFFICE 34 fc 38 fc 27 fc 1.4:1 1.3:1

305 EXEC ASST 37 fc 52 fc 25 fc 2.1:1 1.5:1

306 DEPUTY CHIEF 36 fc 49 fc 24 fc 2.0:1 1.5:1

307 DEPUTY CHIEF 35 fc 48 fc 24 fc 2.0:1 1.5:1

308 DEPUTY CHIEF 28 fc 40 fc 21 fc 1.9:1 1.3:1

309 DEPUTY CHIEF 29 fc 45 fc 16 fc 2.8:1 1.8:1

310 ADMIN OPS MANAGER 28 fc 40 fc 21 fc 1.9:1 1.3:1

311 UNASSIGNED ADMIN 30 fc 43 fc 16 fc 2.7:1 1.9:1

314 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

315 OFFICE 31 fc 42 fc 22 fc 1.9:1 1.4:1

316 RR 25 fc 39 fc 15 fc 2.6:1 1.7:1

317 RR 25 fc 39 fc 16 fc 2.4:1 1.6:1

318 COPY 31 fc 71 fc 0 fc N/A N/A

319 ELEC IT 29 fc 37 fc 22 fc 1.7:1 1.3:1

320 STORAGE 18 fc 22 fc 15 fc 1.5:1 1.2:1

Calc Zone #87 18 fc 36 fc 0 fc N/A N/A

Calc Zone #138 23 fc 39 fc 9 fc 4.3:1 2.6:1

Calc Zone #144 36 fc 39 fc 32 fc 1.2:1 1.1:1

OPEN OFFICE 31 fc 37 fc 18 fc 2.1:1 1.7:1

001 LOBBY 17 fc 35 fc 1 fc 35.0:1 17.0:1

1           PCC#1         12/15/2023
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V @ 6.5' V @ 6.5'

A @ 8.33' A @ 8.33'

D2 @ 9' D2 @ 9'D2 @ 9'

P6 @ 8.5' P6 @ 8.5'

P6 @ 8.5' P6 @ 8.5'

A @ 8.33'

A @ 8.33'

A @ 8.33'

A @ 8.33'
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B1-8FT @ 8.5'
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Statistics

Description Symbol Avg Max Min Max/Min Avg/Min

002 PUBLIC MEETING 51 fc 66 fc 1 fc 66.0:1 51.0:1

003 STORAGE 17 fc 31 fc 0 fc N/A N/A

004 GEAR CHCK 29 fc 36 fc 21 fc 1.7:1 1.4:1

005 PUBLIC RR 24 fc 39 fc 13 fc 3.0:1 1.8:1

006 PUBLIC RR 23 fc 39 fc 13 fc 3.0:1 1.8:1

009 UTIL CLERK 34 fc 45 fc 25 fc 1.8:1 1.4:1

010 EVIDENCE 44 fc 62 fc 29 fc 2.1:1 1.5:1

011 GEAR STORAGE 22 fc 37 fc 0 fc N/A N/A

012 ELECTRICAL 13 fc 17 fc 8 fc 2.1:1 1.6:1

013 FIRE ALARM 18 fc 22 fc 13 fc 1.7:1 1.4:1

014 IT STORAGE 19 fc 32 fc 0 fc N/A N/A

015 TRASH 30 fc 45 fc 16 fc 2.8:1 1.9:1

016 ELEVATOR EQUIP 13 fc 18 fc 8 fc 2.3:1 1.6:1

017 PARKING 9.8 fc 31.9 fc 3.2 fc 10.0:1 3.1:1

020 UTILITY 27 fc 42 fc 10 fc 4.2:1 2.7:1

021 STORAGE 23 fc 33 fc 12 fc 2.8:1 1.9:1

022 DEDICATE PARKING 6.6 fc 22.1 fc 2.3 fc 9.6:1 2.9:1

101 LOBBY 19 fc 28 fc 0 fc N/A N/A

102 ADULT LOBBY 33 fc 44 fc 23 fc 1.9:1 1.4:1

103 RECEPTION 43 fc 49 fc 34 fc 1.4:1 1.3:1

104 JUV LOBBY 35 fc 45 fc 25 fc 1.8:1 1.4:1

105 RR 27 fc 37 fc 17 fc 2.2:1 1.6:1

106 HALL 29 fc 35 fc 26 fc 1.3:1 1.1:1

107 RR 23 fc 38 fc 12 fc 3.2:1 1.9:1

108 DRUG TEST 24 fc 32 fc 14 fc 2.3:1 1.7:1

109 INTERVIEW 38 fc 51 fc 24 fc 2.1:1 1.6:1

110 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

111 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

112 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

113 INTERVIEW CONFERENCE 61 fc 72 fc 44 fc 1.6:1 1.4:1

114 INTERVIEW 37 fc 51 fc 24 fc 2.1:1 1.5:1

115 ELECTRICAL 19 fc 25 fc 12 fc 2.1:1 1.6:1

116 IT 34 fc 41 fc 27 fc 1.5:1 1.3:1

117 OFFICE 40 fc 57 fc 25 fc 2.3:1 1.6:1

118 FIELD TRAINING 36 fc 62 fc 0 fc N/A N/A

119 AOP 35 fc 50 fc 11 fc 4.5:1 3.2:1

120 AOP SUPERVISION 30 fc 43 fc 18 fc 2.4:1 1.7:1

121 ADULT SUPERVISION 32 fc 50 fc 13 fc 3.8:1 2.5:1

122 OFFICE 38 fc 52 fc 26 fc 2.0:1 1.5:1

123 OFFICE 37 fc 50 fc 26 fc 1.9:1 1.4:1

124 HALL 27 fc 35 fc 20 fc 1.8:1 1.4:1

125 RR 26 fc 34 fc 20 fc 1.7:1 1.3:1

126 JAN 17 fc 23 fc 12 fc 1.9:1 1.4:1

127 STAFF RR 23 fc 37 fc 14 fc 2.6:1 1.6:1

128 PASSAGE 19 fc 27 fc 15 fc 1.8:1 1.3:1

129 ADULT SUP OFFICE 40 fc 53 fc 25 fc 2.1:1 1.6:1

130 CONFERENCE RM 2 44 fc 66 fc 27 fc 2.4:1 1.6:1

131 ADULT SPECIAL PROGRAMS 37 fc 54 fc 18 fc 3.0:1 2.1:1

132 OFFICE 38 fc 61 fc 22 fc 2.8:1 1.7:1

133 PRETRIAL SUPERVISION 41 fc 65 fc 19 fc 3.4:1 2.2:1

134 OFFICE 36 fc 50 fc 23 fc 2.2:1 1.6:1

135 LOBBY 23 fc 26 fc 20 fc 1.3:1 1.2:1

136 DAY SPACE 42 fc 85 fc 13 fc 6.5:1 3.2:1

137 CLASSROOM 2 28 fc 37 fc 16 fc 2.3:1 1.8:1

139 CLASSROOM 34 fc 50 fc 17 fc 2.9:1 2.0:1

140 COUNCIL 44 fc 67 fc 25 fc 2.7:1 1.8:1

141 COUNCIL 42 fc 56 fc 27 fc 2.1:1 1.6:1

142 RECEPT 34 fc 59 fc 13 fc 4.5:1 2.6:1

143 KIT 45 fc 66 fc 25 fc 2.6:1 1.8:1

144 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

145 PANTRY 32 fc 34 fc 29 fc 1.2:1 1.1:1

146 DPO WORKSTATIONS 30 fc 46 fc 16 fc 2.9:1 1.9:1

147 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

148 PRRC MANAGER 58 fc 66 fc 50 fc 1.3:1 1.2:1

149 PRIVATE PARTNER 30 fc 67 fc 12 fc 5.6:1 2.5:1

150 PR OFFICE 43 fc 67 fc 20 fc 3.4:1 2.2:1

151 STORAGE 18 fc 23 fc 12 fc 1.9:1 1.5:1

152 TRAINING ROOM 32 fc 45 fc 0 fc N/A N/A

153 STORAGE 16 fc 35 fc 5 fc 7.0:1 3.2:1

154 JAN 37 fc 38 fc 37 fc 1.0:1 1.0:1

155 HALL 21 fc 28 fc 0 fc N/A N/A

156 RR 29 fc 40 fc 19 fc 2.1:1 1.5:1

157 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

158 COPY 27 fc 43 fc 16 fc 2.7:1 1.7:1

201 HALL 21 fc 42 fc 0 fc N/A N/A

202 FISCAL COLLECTIONS 29 fc 42 fc 0 fc N/A N/A

203 OFFICE 33 fc 52 fc 0 fc N/A N/A

204 OFFICE W CONF 36 fc 48 fc 22 fc 2.2:1 1.6:1

205 FIRE ARMS 15 fc 29 fc 0 fc N/A N/A

206 FIELD TRAINING 40 fc 58 fc 0 fc N/A N/A

207 OFFICE 26 fc 47 fc 0 fc N/A N/A

209 OFFICE 28 fc 50 fc 0 fc N/A N/A

210 RR 24 fc 38 fc 0 fc N/A N/A

211 LOCKER RM 30 fc 39 fc 0 fc N/A N/A

212 SHOWER 13 fc 29 fc 0 fc N/A N/A

214 LOCKER RM 32 fc 38 fc 22 fc 1.7:1 1.5:1

215 SHOWER 17 fc 28 fc 0 fc N/A N/A

216 CONFERECE 3 31 fc 49 fc 0 fc N/A N/A

217 COPY 21 fc 41 fc 0 fc N/A N/A

218 CONFERENCE 4 35 fc 51 fc 22 fc 2.3:1 1.6:1

219 ELECTRICAL 9 fc 21 fc 0 fc N/A N/A

220 IT 25 fc 36 fc 7 fc 5.1:1 3.6:1

221 WELLNESS 18 fc 31 fc 0 fc N/A N/A

222 CONF 6 33 fc 48 fc 0 fc N/A N/A

223 WAITING 29 fc 40 fc 0 fc N/A N/A

225 PROFESSIONAL STANDARDS 33 fc 41 fc 0 fc N/A N/A

226 OFFICE 26 fc 47 fc 0 fc N/A N/A

227 INTERVIEW 42 fc 63 fc 23 fc 2.7:1 1.8:1

228 SPECIAL STORAGE 22 fc 39 fc 0 fc N/A N/A

229 OFFICE W CONF 31 fc 51 fc 0 fc N/A N/A

230 JUVENILE 39 fc 65 fc 16 fc 4.1:1 2.4:1

231 OFFICE 30 fc 48 fc 0 fc N/A N/A

231 RR 20 fc 31 fc 12 fc 2.6:1 1.7:1

232 OFFICE 26 fc 37 fc 13 fc 2.8:1 2.0:1

233 CONFERENCE 1 28 fc 65 fc 0 fc N/A N/A

234 STORAGE 13 fc 21 fc 0 fc N/A N/A

235 STORAGE 13 fc 20 fc 0 fc N/A N/A

236 BREAK 64 fc 85 fc 0 fc N/A N/A

237 HOTELING 41 fc 53 fc 27 fc 2.0:1 1.5:1

240 INFORMATION SYSTEMS 26 fc 33 fc 18 fc 1.8:1 1.4:1

241 CONFERENCE 5 29 fc 40 fc 8 fc 5.0:1 3.6:1

242 OFFICE 41 fc 55 fc 25 fc 2.2:1 1.6:1

243 EQUIP STORAGE 18 fc 35 fc 6 fc 5.8:1 3.0:1

244 OFFICE W CONF 26 fc 46 fc 0 fc N/A N/A

245 INSTALLATION ROOM 53 fc 64 fc 33 fc 1.9:1 1.6:1

247 OFFICE 37 fc 52 fc 20 fc 2.6:1 1.9:1

248 OFFICE W CONF 30 fc 50 fc 0 fc N/A N/A

248 RESEARCH AND SPCIAL
PROJECTS

31 fc 50 fc 9 fc 5.6:1 3.4:1

249 PRETRIAL ASSESMENT 34 fc 48 fc 0 fc N/A N/A

250 OFFICE 41 fc 67 fc 0 fc N/A N/A

302 EXECUTIVE AREA 40 fc 47 fc 26 fc 1.8:1 1.5:1

303 MEETING ROOM 40 fc 57 fc 24 fc 2.4:1 1.7:1

304 CHEILD OFFICE 34 fc 38 fc 27 fc 1.4:1 1.3:1

305 EXEC ASST 37 fc 52 fc 25 fc 2.1:1 1.5:1

306 DEPUTY CHIEF 36 fc 49 fc 24 fc 2.0:1 1.5:1

307 DEPUTY CHIEF 35 fc 48 fc 24 fc 2.0:1 1.5:1

308 DEPUTY CHIEF 28 fc 40 fc 21 fc 1.9:1 1.3:1

309 DEPUTY CHIEF 29 fc 45 fc 16 fc 2.8:1 1.8:1

310 ADMIN OPS MANAGER 28 fc 40 fc 21 fc 1.9:1 1.3:1

311 UNASSIGNED ADMIN 30 fc 43 fc 16 fc 2.7:1 1.9:1

314 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

315 OFFICE 31 fc 42 fc 22 fc 1.9:1 1.4:1

316 RR 25 fc 39 fc 15 fc 2.6:1 1.7:1

317 RR 25 fc 39 fc 16 fc 2.4:1 1.6:1

318 COPY 31 fc 71 fc 0 fc N/A N/A

319 ELEC IT 29 fc 37 fc 22 fc 1.7:1 1.3:1

320 STORAGE 18 fc 22 fc 15 fc 1.5:1 1.2:1

Calc Zone #87 18 fc 36 fc 0 fc N/A N/A

Calc Zone #138 23 fc 39 fc 9 fc 4.3:1 2.6:1

Calc Zone #144 36 fc 39 fc 32 fc 1.2:1 1.1:1

OPEN OFFICE 31 fc 37 fc 18 fc 2.1:1 1.7:1

001 LOBBY 17 fc 35 fc 1 fc 35.0:1 17.0:1

1           PCC#1         12/15/2023
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Statistics

Description Symbol Avg Max Min Max/Min Avg/Min

002 PUBLIC MEETING 51 fc 66 fc 1 fc 66.0:1 51.0:1

003 STORAGE 17 fc 31 fc 0 fc N/A N/A

004 GEAR CHCK 29 fc 36 fc 21 fc 1.7:1 1.4:1

005 PUBLIC RR 24 fc 39 fc 13 fc 3.0:1 1.8:1

006 PUBLIC RR 23 fc 39 fc 13 fc 3.0:1 1.8:1

009 UTIL CLERK 34 fc 45 fc 25 fc 1.8:1 1.4:1

010 EVIDENCE 44 fc 62 fc 29 fc 2.1:1 1.5:1

011 GEAR STORAGE 22 fc 37 fc 0 fc N/A N/A

012 ELECTRICAL 13 fc 17 fc 8 fc 2.1:1 1.6:1

013 FIRE ALARM 18 fc 22 fc 13 fc 1.7:1 1.4:1

014 IT STORAGE 19 fc 32 fc 0 fc N/A N/A

015 TRASH 30 fc 45 fc 16 fc 2.8:1 1.9:1

016 ELEVATOR EQUIP 13 fc 18 fc 8 fc 2.3:1 1.6:1

017 PARKING 9.8 fc 31.9 fc 3.2 fc 10.0:1 3.1:1

020 UTILITY 27 fc 42 fc 10 fc 4.2:1 2.7:1

021 STORAGE 23 fc 33 fc 12 fc 2.8:1 1.9:1

022 DEDICATE PARKING 6.6 fc 22.1 fc 2.3 fc 9.6:1 2.9:1

101 LOBBY 19 fc 28 fc 0 fc N/A N/A

102 ADULT LOBBY 33 fc 44 fc 23 fc 1.9:1 1.4:1

103 RECEPTION 43 fc 49 fc 34 fc 1.4:1 1.3:1

104 JUV LOBBY 35 fc 45 fc 25 fc 1.8:1 1.4:1

105 RR 27 fc 37 fc 17 fc 2.2:1 1.6:1

106 HALL 29 fc 35 fc 26 fc 1.3:1 1.1:1

107 RR 23 fc 38 fc 12 fc 3.2:1 1.9:1

108 DRUG TEST 24 fc 32 fc 14 fc 2.3:1 1.7:1

109 INTERVIEW 38 fc 51 fc 24 fc 2.1:1 1.6:1

110 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

111 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

112 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

113 INTERVIEW CONFERENCE 61 fc 72 fc 44 fc 1.6:1 1.4:1

114 INTERVIEW 37 fc 51 fc 24 fc 2.1:1 1.5:1

115 ELECTRICAL 19 fc 25 fc 12 fc 2.1:1 1.6:1

116 IT 34 fc 41 fc 27 fc 1.5:1 1.3:1

117 OFFICE 40 fc 57 fc 25 fc 2.3:1 1.6:1

118 FIELD TRAINING 36 fc 62 fc 0 fc N/A N/A

119 AOP 35 fc 50 fc 11 fc 4.5:1 3.2:1

120 AOP SUPERVISION 30 fc 43 fc 18 fc 2.4:1 1.7:1

121 ADULT SUPERVISION 32 fc 50 fc 13 fc 3.8:1 2.5:1

122 OFFICE 38 fc 52 fc 26 fc 2.0:1 1.5:1

123 OFFICE 37 fc 50 fc 26 fc 1.9:1 1.4:1

124 HALL 27 fc 35 fc 20 fc 1.8:1 1.4:1

125 RR 26 fc 34 fc 20 fc 1.7:1 1.3:1

126 JAN 17 fc 23 fc 12 fc 1.9:1 1.4:1

127 STAFF RR 23 fc 37 fc 14 fc 2.6:1 1.6:1

128 PASSAGE 19 fc 27 fc 15 fc 1.8:1 1.3:1

129 ADULT SUP OFFICE 40 fc 53 fc 25 fc 2.1:1 1.6:1

130 CONFERENCE RM 2 44 fc 66 fc 27 fc 2.4:1 1.6:1

131 ADULT SPECIAL PROGRAMS 37 fc 54 fc 18 fc 3.0:1 2.1:1

132 OFFICE 38 fc 61 fc 22 fc 2.8:1 1.7:1

133 PRETRIAL SUPERVISION 41 fc 65 fc 19 fc 3.4:1 2.2:1

134 OFFICE 36 fc 50 fc 23 fc 2.2:1 1.6:1

135 LOBBY 23 fc 26 fc 20 fc 1.3:1 1.2:1

136 DAY SPACE 42 fc 85 fc 13 fc 6.5:1 3.2:1

137 CLASSROOM 2 28 fc 37 fc 16 fc 2.3:1 1.8:1

139 CLASSROOM 34 fc 50 fc 17 fc 2.9:1 2.0:1

140 COUNCIL 44 fc 67 fc 25 fc 2.7:1 1.8:1

141 COUNCIL 42 fc 56 fc 27 fc 2.1:1 1.6:1

142 RECEPT 34 fc 59 fc 13 fc 4.5:1 2.6:1

143 KIT 45 fc 66 fc 25 fc 2.6:1 1.8:1

144 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

145 PANTRY 32 fc 34 fc 29 fc 1.2:1 1.1:1

146 DPO WORKSTATIONS 30 fc 46 fc 16 fc 2.9:1 1.9:1

147 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

148 PRRC MANAGER 58 fc 66 fc 50 fc 1.3:1 1.2:1

149 PRIVATE PARTNER 30 fc 67 fc 12 fc 5.6:1 2.5:1

150 PR OFFICE 43 fc 67 fc 20 fc 3.4:1 2.2:1

151 STORAGE 18 fc 23 fc 12 fc 1.9:1 1.5:1

152 TRAINING ROOM 32 fc 45 fc 0 fc N/A N/A

153 STORAGE 16 fc 35 fc 5 fc 7.0:1 3.2:1

154 JAN 37 fc 38 fc 37 fc 1.0:1 1.0:1

155 HALL 21 fc 28 fc 0 fc N/A N/A

156 RR 29 fc 40 fc 19 fc 2.1:1 1.5:1

157 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

158 COPY 27 fc 43 fc 16 fc 2.7:1 1.7:1

201 HALL 21 fc 42 fc 0 fc N/A N/A

202 FISCAL COLLECTIONS 29 fc 42 fc 0 fc N/A N/A

203 OFFICE 33 fc 52 fc 0 fc N/A N/A

204 OFFICE W CONF 36 fc 48 fc 22 fc 2.2:1 1.6:1

205 FIRE ARMS 15 fc 29 fc 0 fc N/A N/A

206 FIELD TRAINING 40 fc 58 fc 0 fc N/A N/A

207 OFFICE 26 fc 47 fc 0 fc N/A N/A

209 OFFICE 28 fc 50 fc 0 fc N/A N/A

210 RR 24 fc 38 fc 0 fc N/A N/A

211 LOCKER RM 30 fc 39 fc 0 fc N/A N/A

212 SHOWER 13 fc 29 fc 0 fc N/A N/A

214 LOCKER RM 32 fc 38 fc 22 fc 1.7:1 1.5:1

215 SHOWER 17 fc 28 fc 0 fc N/A N/A

216 CONFERECE 3 31 fc 49 fc 0 fc N/A N/A

217 COPY 21 fc 41 fc 0 fc N/A N/A

218 CONFERENCE 4 35 fc 51 fc 22 fc 2.3:1 1.6:1

219 ELECTRICAL 9 fc 21 fc 0 fc N/A N/A

220 IT 25 fc 36 fc 7 fc 5.1:1 3.6:1

221 WELLNESS 18 fc 31 fc 0 fc N/A N/A

222 CONF 6 33 fc 48 fc 0 fc N/A N/A

223 WAITING 29 fc 40 fc 0 fc N/A N/A

225 PROFESSIONAL STANDARDS 33 fc 41 fc 0 fc N/A N/A

226 OFFICE 26 fc 47 fc 0 fc N/A N/A

227 INTERVIEW 42 fc 63 fc 23 fc 2.7:1 1.8:1

228 SPECIAL STORAGE 22 fc 39 fc 0 fc N/A N/A

229 OFFICE W CONF 31 fc 51 fc 0 fc N/A N/A

230 JUVENILE 39 fc 65 fc 16 fc 4.1:1 2.4:1

231 OFFICE 30 fc 48 fc 0 fc N/A N/A

231 RR 20 fc 31 fc 12 fc 2.6:1 1.7:1

232 OFFICE 26 fc 37 fc 13 fc 2.8:1 2.0:1

233 CONFERENCE 1 28 fc 65 fc 0 fc N/A N/A

234 STORAGE 13 fc 21 fc 0 fc N/A N/A

235 STORAGE 13 fc 20 fc 0 fc N/A N/A

236 BREAK 64 fc 85 fc 0 fc N/A N/A

237 HOTELING 41 fc 53 fc 27 fc 2.0:1 1.5:1

240 INFORMATION SYSTEMS 26 fc 33 fc 18 fc 1.8:1 1.4:1

241 CONFERENCE 5 29 fc 40 fc 8 fc 5.0:1 3.6:1

242 OFFICE 41 fc 55 fc 25 fc 2.2:1 1.6:1

243 EQUIP STORAGE 18 fc 35 fc 6 fc 5.8:1 3.0:1

244 OFFICE W CONF 26 fc 46 fc 0 fc N/A N/A

245 INSTALLATION ROOM 53 fc 64 fc 33 fc 1.9:1 1.6:1

247 OFFICE 37 fc 52 fc 20 fc 2.6:1 1.9:1

248 OFFICE W CONF 30 fc 50 fc 0 fc N/A N/A

248 RESEARCH AND SPCIAL
PROJECTS

31 fc 50 fc 9 fc 5.6:1 3.4:1

249 PRETRIAL ASSESMENT 34 fc 48 fc 0 fc N/A N/A

250 OFFICE 41 fc 67 fc 0 fc N/A N/A

302 EXECUTIVE AREA 40 fc 47 fc 26 fc 1.8:1 1.5:1

303 MEETING ROOM 40 fc 57 fc 24 fc 2.4:1 1.7:1

304 CHEILD OFFICE 34 fc 38 fc 27 fc 1.4:1 1.3:1

305 EXEC ASST 37 fc 52 fc 25 fc 2.1:1 1.5:1

306 DEPUTY CHIEF 36 fc 49 fc 24 fc 2.0:1 1.5:1

307 DEPUTY CHIEF 35 fc 48 fc 24 fc 2.0:1 1.5:1

308 DEPUTY CHIEF 28 fc 40 fc 21 fc 1.9:1 1.3:1

309 DEPUTY CHIEF 29 fc 45 fc 16 fc 2.8:1 1.8:1

310 ADMIN OPS MANAGER 28 fc 40 fc 21 fc 1.9:1 1.3:1

311 UNASSIGNED ADMIN 30 fc 43 fc 16 fc 2.7:1 1.9:1

314 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

315 OFFICE 31 fc 42 fc 22 fc 1.9:1 1.4:1

316 RR 25 fc 39 fc 15 fc 2.6:1 1.7:1

317 RR 25 fc 39 fc 16 fc 2.4:1 1.6:1

318 COPY 31 fc 71 fc 0 fc N/A N/A

319 ELEC IT 29 fc 37 fc 22 fc 1.7:1 1.3:1

320 STORAGE 18 fc 22 fc 15 fc 1.5:1 1.2:1

Calc Zone #87 18 fc 36 fc 0 fc N/A N/A

Calc Zone #138 23 fc 39 fc 9 fc 4.3:1 2.6:1

Calc Zone #144 36 fc 39 fc 32 fc 1.2:1 1.1:1

OPEN OFFICE 31 fc 37 fc 18 fc 2.1:1 1.7:1

001 LOBBY 17 fc 35 fc 1 fc 35.0:1 17.0:1

1           PCC#1         12/15/2023
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Statistics

Description Symbol Avg Max Min Max/Min Avg/Min

002 PUBLIC MEETING 51 fc 66 fc 1 fc 66.0:1 51.0:1

003 STORAGE 17 fc 31 fc 0 fc N/A N/A

004 GEAR CHCK 29 fc 36 fc 21 fc 1.7:1 1.4:1

005 PUBLIC RR 24 fc 39 fc 13 fc 3.0:1 1.8:1

006 PUBLIC RR 23 fc 39 fc 13 fc 3.0:1 1.8:1

009 UTIL CLERK 34 fc 45 fc 25 fc 1.8:1 1.4:1

010 EVIDENCE 44 fc 62 fc 29 fc 2.1:1 1.5:1

011 GEAR STORAGE 22 fc 37 fc 0 fc N/A N/A

012 ELECTRICAL 13 fc 17 fc 8 fc 2.1:1 1.6:1

013 FIRE ALARM 18 fc 22 fc 13 fc 1.7:1 1.4:1

014 IT STORAGE 19 fc 32 fc 0 fc N/A N/A

015 TRASH 30 fc 45 fc 16 fc 2.8:1 1.9:1

016 ELEVATOR EQUIP 13 fc 18 fc 8 fc 2.3:1 1.6:1

017 PARKING 9.8 fc 31.9 fc 3.2 fc 10.0:1 3.1:1

020 UTILITY 27 fc 42 fc 10 fc 4.2:1 2.7:1

021 STORAGE 23 fc 33 fc 12 fc 2.8:1 1.9:1

022 DEDICATE PARKING 6.6 fc 22.1 fc 2.3 fc 9.6:1 2.9:1

101 LOBBY 19 fc 28 fc 0 fc N/A N/A

102 ADULT LOBBY 33 fc 44 fc 23 fc 1.9:1 1.4:1

103 RECEPTION 43 fc 49 fc 34 fc 1.4:1 1.3:1

104 JUV LOBBY 35 fc 45 fc 25 fc 1.8:1 1.4:1

105 RR 27 fc 37 fc 17 fc 2.2:1 1.6:1

106 HALL 29 fc 35 fc 26 fc 1.3:1 1.1:1

107 RR 23 fc 38 fc 12 fc 3.2:1 1.9:1

108 DRUG TEST 24 fc 32 fc 14 fc 2.3:1 1.7:1

109 INTERVIEW 38 fc 51 fc 24 fc 2.1:1 1.6:1

110 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

111 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

112 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

113 INTERVIEW CONFERENCE 61 fc 72 fc 44 fc 1.6:1 1.4:1

114 INTERVIEW 37 fc 51 fc 24 fc 2.1:1 1.5:1

115 ELECTRICAL 19 fc 25 fc 12 fc 2.1:1 1.6:1

116 IT 34 fc 41 fc 27 fc 1.5:1 1.3:1

117 OFFICE 40 fc 57 fc 25 fc 2.3:1 1.6:1

118 FIELD TRAINING 36 fc 62 fc 0 fc N/A N/A

119 AOP 35 fc 50 fc 11 fc 4.5:1 3.2:1

120 AOP SUPERVISION 30 fc 43 fc 18 fc 2.4:1 1.7:1

121 ADULT SUPERVISION 32 fc 50 fc 13 fc 3.8:1 2.5:1

122 OFFICE 38 fc 52 fc 26 fc 2.0:1 1.5:1

123 OFFICE 37 fc 50 fc 26 fc 1.9:1 1.4:1

124 HALL 27 fc 35 fc 20 fc 1.8:1 1.4:1

125 RR 26 fc 34 fc 20 fc 1.7:1 1.3:1

126 JAN 17 fc 23 fc 12 fc 1.9:1 1.4:1

127 STAFF RR 23 fc 37 fc 14 fc 2.6:1 1.6:1

128 PASSAGE 19 fc 27 fc 15 fc 1.8:1 1.3:1

129 ADULT SUP OFFICE 40 fc 53 fc 25 fc 2.1:1 1.6:1

130 CONFERENCE RM 2 44 fc 66 fc 27 fc 2.4:1 1.6:1

131 ADULT SPECIAL PROGRAMS 37 fc 54 fc 18 fc 3.0:1 2.1:1

132 OFFICE 38 fc 61 fc 22 fc 2.8:1 1.7:1

133 PRETRIAL SUPERVISION 41 fc 65 fc 19 fc 3.4:1 2.2:1

134 OFFICE 36 fc 50 fc 23 fc 2.2:1 1.6:1

135 LOBBY 23 fc 26 fc 20 fc 1.3:1 1.2:1

136 DAY SPACE 42 fc 85 fc 13 fc 6.5:1 3.2:1

137 CLASSROOM 2 28 fc 37 fc 16 fc 2.3:1 1.8:1

139 CLASSROOM 34 fc 50 fc 17 fc 2.9:1 2.0:1

140 COUNCIL 44 fc 67 fc 25 fc 2.7:1 1.8:1

141 COUNCIL 42 fc 56 fc 27 fc 2.1:1 1.6:1

142 RECEPT 34 fc 59 fc 13 fc 4.5:1 2.6:1

143 KIT 45 fc 66 fc 25 fc 2.6:1 1.8:1

144 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

145 PANTRY 32 fc 34 fc 29 fc 1.2:1 1.1:1

146 DPO WORKSTATIONS 30 fc 46 fc 16 fc 2.9:1 1.9:1

147 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

148 PRRC MANAGER 58 fc 66 fc 50 fc 1.3:1 1.2:1

149 PRIVATE PARTNER 30 fc 67 fc 12 fc 5.6:1 2.5:1

150 PR OFFICE 43 fc 67 fc 20 fc 3.4:1 2.2:1

151 STORAGE 18 fc 23 fc 12 fc 1.9:1 1.5:1

152 TRAINING ROOM 32 fc 45 fc 0 fc N/A N/A

153 STORAGE 16 fc 35 fc 5 fc 7.0:1 3.2:1

154 JAN 37 fc 38 fc 37 fc 1.0:1 1.0:1

155 HALL 21 fc 28 fc 0 fc N/A N/A

156 RR 29 fc 40 fc 19 fc 2.1:1 1.5:1

157 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

158 COPY 27 fc 43 fc 16 fc 2.7:1 1.7:1

201 HALL 21 fc 42 fc 0 fc N/A N/A

202 FISCAL COLLECTIONS 29 fc 42 fc 0 fc N/A N/A

203 OFFICE 33 fc 52 fc 0 fc N/A N/A

204 OFFICE W CONF 36 fc 48 fc 22 fc 2.2:1 1.6:1

205 FIRE ARMS 15 fc 29 fc 0 fc N/A N/A

206 FIELD TRAINING 40 fc 58 fc 0 fc N/A N/A

207 OFFICE 26 fc 47 fc 0 fc N/A N/A

209 OFFICE 28 fc 50 fc 0 fc N/A N/A

210 RR 24 fc 38 fc 0 fc N/A N/A

211 LOCKER RM 30 fc 39 fc 0 fc N/A N/A

212 SHOWER 13 fc 29 fc 0 fc N/A N/A

214 LOCKER RM 32 fc 38 fc 22 fc 1.7:1 1.5:1

215 SHOWER 17 fc 28 fc 0 fc N/A N/A

216 CONFERECE 3 31 fc 49 fc 0 fc N/A N/A

217 COPY 21 fc 41 fc 0 fc N/A N/A

218 CONFERENCE 4 35 fc 51 fc 22 fc 2.3:1 1.6:1

219 ELECTRICAL 9 fc 21 fc 0 fc N/A N/A

220 IT 25 fc 36 fc 7 fc 5.1:1 3.6:1

221 WELLNESS 18 fc 31 fc 0 fc N/A N/A

222 CONF 6 33 fc 48 fc 0 fc N/A N/A

223 WAITING 29 fc 40 fc 0 fc N/A N/A

225 PROFESSIONAL STANDARDS 33 fc 41 fc 0 fc N/A N/A

226 OFFICE 26 fc 47 fc 0 fc N/A N/A

227 INTERVIEW 42 fc 63 fc 23 fc 2.7:1 1.8:1

228 SPECIAL STORAGE 22 fc 39 fc 0 fc N/A N/A

229 OFFICE W CONF 31 fc 51 fc 0 fc N/A N/A

230 JUVENILE 39 fc 65 fc 16 fc 4.1:1 2.4:1

231 OFFICE 30 fc 48 fc 0 fc N/A N/A

231 RR 20 fc 31 fc 12 fc 2.6:1 1.7:1

232 OFFICE 26 fc 37 fc 13 fc 2.8:1 2.0:1

233 CONFERENCE 1 28 fc 65 fc 0 fc N/A N/A

234 STORAGE 13 fc 21 fc 0 fc N/A N/A

235 STORAGE 13 fc 20 fc 0 fc N/A N/A

236 BREAK 64 fc 85 fc 0 fc N/A N/A

237 HOTELING 41 fc 53 fc 27 fc 2.0:1 1.5:1

240 INFORMATION SYSTEMS 26 fc 33 fc 18 fc 1.8:1 1.4:1

241 CONFERENCE 5 29 fc 40 fc 8 fc 5.0:1 3.6:1

242 OFFICE 41 fc 55 fc 25 fc 2.2:1 1.6:1

243 EQUIP STORAGE 18 fc 35 fc 6 fc 5.8:1 3.0:1

244 OFFICE W CONF 26 fc 46 fc 0 fc N/A N/A

245 INSTALLATION ROOM 53 fc 64 fc 33 fc 1.9:1 1.6:1

247 OFFICE 37 fc 52 fc 20 fc 2.6:1 1.9:1

248 OFFICE W CONF 30 fc 50 fc 0 fc N/A N/A

248 RESEARCH AND SPCIAL
PROJECTS

31 fc 50 fc 9 fc 5.6:1 3.4:1

249 PRETRIAL ASSESMENT 34 fc 48 fc 0 fc N/A N/A

250 OFFICE 41 fc 67 fc 0 fc N/A N/A

302 EXECUTIVE AREA 40 fc 47 fc 26 fc 1.8:1 1.5:1

303 MEETING ROOM 40 fc 57 fc 24 fc 2.4:1 1.7:1

304 CHEILD OFFICE 34 fc 38 fc 27 fc 1.4:1 1.3:1

305 EXEC ASST 37 fc 52 fc 25 fc 2.1:1 1.5:1

306 DEPUTY CHIEF 36 fc 49 fc 24 fc 2.0:1 1.5:1

307 DEPUTY CHIEF 35 fc 48 fc 24 fc 2.0:1 1.5:1

308 DEPUTY CHIEF 28 fc 40 fc 21 fc 1.9:1 1.3:1

309 DEPUTY CHIEF 29 fc 45 fc 16 fc 2.8:1 1.8:1

310 ADMIN OPS MANAGER 28 fc 40 fc 21 fc 1.9:1 1.3:1

311 UNASSIGNED ADMIN 30 fc 43 fc 16 fc 2.7:1 1.9:1

314 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

315 OFFICE 31 fc 42 fc 22 fc 1.9:1 1.4:1

316 RR 25 fc 39 fc 15 fc 2.6:1 1.7:1

317 RR 25 fc 39 fc 16 fc 2.4:1 1.6:1

318 COPY 31 fc 71 fc 0 fc N/A N/A

319 ELEC IT 29 fc 37 fc 22 fc 1.7:1 1.3:1

320 STORAGE 18 fc 22 fc 15 fc 1.5:1 1.2:1

Calc Zone #87 18 fc 36 fc 0 fc N/A N/A

Calc Zone #138 23 fc 39 fc 9 fc 4.3:1 2.6:1

Calc Zone #144 36 fc 39 fc 32 fc 1.2:1 1.1:1

OPEN OFFICE 31 fc 37 fc 18 fc 2.1:1 1.7:1

001 LOBBY 17 fc 35 fc 1 fc 35.0:1 17.0:1

1           PCC#1         12/15/2023
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Schedule

Symbol Label Image QTY Manufacturer Catalog Description
Number

Lamps

Lamp

Output
LLF

Input

Power
Polar Plot

A

126 LITHONIA ENVX 2X2 HRG 4000LM

90CRI 35K DARK EZT
MVOLT [OPTIONS]

[CONTROLS]

LED RECESSED 2X2 ARCHITECTURAL

TROFFER

1 3548 0.95 36.28

B1-
6FT

31 FOCAL POINT FSM4BS BWBW 375DN

275UP 935K [CIRCUIT]
UNV [CONTROL] C24

[OPTIONS] [FINISH] 6FT

LED SUSPENDED 4IN APERTURE LINEAR

WITH DIRECT INDIRECT OPTICS

1 2591 0.475 36

B1-
8FT

17 FOCAL POINT FSM4BS BWBW 375DN

275UP 935K [CIRCUIT]
UNV [CONTROL] C24

[OPTIONS] [FINISH] 8FT

LED SUSPENDED 4IN APERTURE LINEAR

WITH DIRECT INDIRECT OPTICS

1 2591 0.95 48

B1-
12FT

15 FOCAL POINT FSM4BS BWBW 375DN

275UP 935K [CIRCUIT]
UNV [CONTROL] C24

[OPTIONS] [FINISH]

12FT

LED SUSPENDED 4IN APERTURE LINEAR

WITH DIRECT INDIRECT OPTICS

1 2591 0.95 72

B1-
14FT

14 FOCAL POINT FSM4BS BWBW 375DN

275UP 935K [CIRCUIT]
UNV [CONTROL] C24

[OPTIONS] [FINISH]

14FT

LED SUSPENDED 4IN APERTURE LINEAR

WITH DIRECT INDIRECT OPTICS

1 2591 0.475 84

B1-
15FT

3 FOCAL POINT FSM4BS BWBW 375DN

275UP 935K [CIRCUIT]
UNV [CONTROL] C24

[OPTIONS] [FINISH]

15FT

LED SUSPENDED 4IN APERTURE LINEAR

WITH DIRECT INDIRECT OPTICS

1 2591 0.475 89.99998

C1

8 LITHONIA CLX L48 4000LM HEF
FDL MVOLT 35K 90CRI

[OPTIONS] [FINISH]

LED SURFACE MOUNTED 4FT BACK OF
HOUSE STRIP

1 3353 0.95 25.5429

C2

22 LITHONIA CLX L96 8000LM HEF
FDL MVOLT EZ1 35K

90CRI [OPTIONS]

[FINISH]

LED SURFACE MOUNTED 8FT BACK OF
HOUSE STRIP

1 6707 0.95 51.0858

D1

56 FOCAL POINT FLC3D-RO-SW-1100L-X-
X-X-X-X-RO-1100L-35K-

DNSFLC3D RO SW 1100L

UNV [CONTROL]

[HOUSING] [OPTIONS]
LC3 RO SW 1100L 935K

DNS WFL [FINISH]

[FLANGE]WFL-CD-NP-X

LED RECESSED 3.5IN ROUND DOWNLIGHT 1 1185 0.95 11.6

D2

33 FOCAL POINT FLC3D RO SW 1700L
UNV [CONTROL]

[HOUSING] [OPTIONS]

LC3 RO SW 1700L 935K
DNS WFL [FINISH]

[FLANGE]

LED RECESSED 3.5IN ROUND DOWNLIGHT 1 1794 0.95 19.5

D3

40 FOCAL POINT FLCS3 RO 1300 935K FL-
120 [VOLTAGE] LD1 T

[OPTIONS] LCS3 RO AA

[REFLECTOR] [FLANGE]

LED RECESSED 3.5IN ROUND ADJUSTABLE
DOWNLIGHT

1 1321 0.95 18.87

F1

9 Focal Point LLC FSM2LS FL 500LF 35K
1C L11 SM  3FT-MOUNT

BETWEEN WOOD

SLATES. VERIFY WITH
CONTRACTOR PRIOR TO

INSTALLATION

White aluminum housing, frosted flush lens 1 1974 0.95 14

F2

12 Focal Point LLC FSM2LS FL 500LF 35K
1C L11 SM  6FT

BETWEEN WOOD

SLATES. VERIFY WITH
CONTRACTOR PRIOR TO

INSTALLATION

White aluminum housing, frosted flush lens 1 1974 0.95 28

H1-
13

1 FOCAL POINT AUABG SM1 CT [COLOR]
[HEIGHT][LENGTH]

[SPACING] [MOUNTING]

[LENGTH] FSM1S FL
250LF 935K 1C UNV

[CONTROL][MOUNTING]

[OPTIONS] [FINISH]
[LENGTH]

LED SUSPENDED 1IN APERTURE LINEAR
INTEGRATED INTO CANTELIVERED

ACOUSTIC PANEL LOUVERS

1 1019 0.2375 33.8

H1-
18

2 FOCAL POINT AUABG SM1 CT [COLOR]

[HEIGHT][LENGTH]

[SPACING] [MOUNTING]

[LENGTH] FSM1S FL
250LF 935K 1C UNV

[CONTROL][MOUNTING]

[OPTIONS] [FINISH]
[LENGTH]

LED SUSPENDED 1IN APERTURE LINEAR

INTEGRATED INTO CANTELIVERED

ACOUSTIC PANEL LOUVERS

1 1019 0.2375 46.8

H1-
19FT

1 FOCAL POINT AUABG SM1 CT [COLOR]

[HEIGHT][LENGTH]

[SPACING] [MOUNTING]

[LENGTH] FSM1S FL
250LF 935K 1C UNV

[CONTROL][MOUNTING]

[OPTIONS] [FINISH]
[LENGTH]

LED SUSPENDED 1IN APERTURE LINEAR

INTEGRATED INTO CANTELIVERED

ACOUSTIC PANEL LOUVERS

1 1019 0.2375 49.39999

H1-
47FT

1 FOCAL POINT AUABG SM1 CT [COLOR]

[HEIGHT][LENGTH]

[SPACING] [MOUNTING]
[LENGTH] FSM1S FL

250LF 935K 1C UNV

[CONTROL][MOUNTING]

[OPTIONS] [FINISH]
[LENGTH]

LED SUSPENDED 1IN APERTURE LINEAR

INTEGRATED INTO CANTELIVERED

ACOUSTIC PANEL LOUVERS

1 1019 0.2375 122.2

H1-
55FT

2 FOCAL POINT AUABG SM1 CT [COLOR]

[HEIGHT][LENGTH]

[SPACING] [MOUNTING]
[LENGTH] FSM1S FL

250LF 935K 1C UNV

[CONTROL][MOUNTING]

[OPTIONS] [FINISH]
[LENGTH]

LED SUSPENDED 1IN APERTURE LINEAR

INTEGRATED INTO CANTELIVERED

ACOUSTIC PANEL LOUVERS

1 1019 0.2375 145.6

H1-
67FT

1 FOCAL POINT AUABG SM1 CT [COLOR]

[HEIGHT][LENGTH]

[SPACING] [MOUNTING]
[LENGTH] FSM1S FL

250LF 935K 1C UNV

[CONTROL][MOUNTING]
[OPTIONS] [FINISH]

[LENGTH]

LED SUSPENDED 1IN APERTURE LINEAR

INTEGRATED INTO CANTELIVERED

ACOUSTIC PANEL LOUVERS

1 1019 0.2375 174.2001

H1-
82FT

1 FOCAL POINT AUABG SM1 CT [COLOR]

[HEIGHT][LENGTH]

[SPACING] [MOUNTING]
[LENGTH] FSM1S FL

250LF 935K 1C UNV

[CONTROL][MOUNTING]
[OPTIONS] [FINISH]

[LENGTH]

LED SUSPENDED 1IN APERTURE LINEAR

INTEGRATED INTO CANTELIVERED

ACOUSTIC PANEL LOUVERS

1 1019 0.2375 213.2001

J

5 LITHONIA CPANL 1x4 ALO1 SWW7

M4 DCMK 14

LED SURFACE MOUNTED 1X4 FLAT PANEL

WITH SWITCHABLE LUMENS & CCT

1 4356 0.95 40.28

K

40 3G 3G-PMZ4 08 H90 35K

55D UNV RDIM

[HOUSING] [LOUVER] 60

LED SUSPENDED MULTICELL DOWNLIGHT 1 800 0.95 9.63

N

2 FOCAL POINT FSM4L BW 875LF 935K

1C UNV L11 [CEILING]

[OPTIONS] WH 10FT

LED RECESSED 4IN APERTURE LINEAR IN

GYP CEILONG

1 3489 0.475 80

P1

8 TMS 761TU 140LED 35K

[VOLTAGE] [FINISH]

[DIFFUSER] DIML

LED SUSPENDED REGTANGULAR PENDANT 120 80 0.95 159.25

P2

15 OCL FB1 P1AA 36

[DIFFUSER] [FINISH]
LED1 935K UNV [OAH]

DM1

LED SUSPENDED FABRIC DRUM PENDANT 1 3143 0.95 50

P3

2 OCL NO1 P1FA 18 MW

[OUTER/INNER] LED1
935K [OAH] DM1

LED SUSPENDED 18IN DIA PENDANT 1 1626 0.95 16.46

P4

12 OCL NE1 P1FK [CORD] 24

MW [CANOPY] LED2
935K UNV [AOH] DM1

LED SUSPENDED 24IN DIA PENDANT 1 5231 0.95 49.1

P5

4 G LIGHTING GL-2360-H-NA-xx-xx-1-

A

1-78LED 11.25"DIA ARRAY 24"DIA DEMI

PENDANT LUMINAIRE WHITE ALUM
REFLECTOR w/WHITE PAN/14"DIA OPAQUE

ACRYLIC LENS EFORE #RTLD040-900A-SA-

RF @ 900mA

1 4358 0.92 38

P6

9 FOCAL POINT FSDL 33 CX 5000L 935K

1C UNV L11
[MOUNTING] [FINISH]

LED SUSPENDED 3FT DIA PENDANT 1 4995 0.95 60.86

PG

17 LITHONIA VCPG LED V4 P1 30K

80CRI T5R MVOLT SRM
PIRH [FINISH]

LED SURFACE MOUNTED PARKING GARAGE

LUMINAIRE

1 3464 0.92 26.57

PGE

5 LITHONIA VCPG LED V4 P1 30K

80CRI T5E MVOLT SRM
PIRH [FINISH]

LED SURFACE MOUNTED PARKING GARAGE

LUMINAIRE

1 10188 0.92 82.14

Q1

1 FOCAL POINT FSM2ALS FFL 250LF UNV
L11 [MOUNTING]

[OPTIONS] [FINISH]

20FT

LED SUSPENDED 2IN APERTURE LINEAR
WITH ASYMMETRIC OPTICS

1 1014 0.2375 55.50001

Q2

1 FOCAL POINT FSM2ALS FFL 250LF UNV
L11 [MOUNTING]

[OPTIONS] [FINISH]

26FT

LED SUSPENDED 2IN APERTURE LINEAR
WITH ASYMMETRIC OPTICS

1 1014 0.2375 74.92502

R

1 FOCAL POINT FSDL 22 FLXP 4000L
935K 1C UNV L11 U

[OPTIONS] WH

LED RECESSED 2FT ROUND DOWNLIGHT 1 3983 0.95 61

S9

1 Lithonia Lighting WDGE1 LED P2 30K
80CRI VW MVOLT SRM

[OPTIONS] [FINISH]

WDGE1 LED WITH P2 - PERFORMANCE
PACKAGE, 3000K, 80CRI, VISUAL

COMFORT FORWARD OPTIC

1 1872 0.92 15.0178

V

18 OCL HO1 S1SA 24 MW
[FINISH] LED2 935K

UNV DM1 ULD

LED SURFACE MOUNTED VANITY BATH BAR 1 2522 0.95 37

Statistics

Description Symbol Avg Max Min Max/Min Avg/Min

002 PUBLIC MEETING 51 fc 66 fc 1 fc 66.0:1 51.0:1

003 STORAGE 17 fc 31 fc 0 fc N/A N/A

004 GEAR CHCK 29 fc 36 fc 21 fc 1.7:1 1.4:1

005 PUBLIC RR 24 fc 39 fc 13 fc 3.0:1 1.8:1

006 PUBLIC RR 23 fc 39 fc 13 fc 3.0:1 1.8:1

009 UTIL CLERK 34 fc 45 fc 25 fc 1.8:1 1.4:1

010 EVIDENCE 44 fc 62 fc 29 fc 2.1:1 1.5:1

011 GEAR STORAGE 22 fc 37 fc 0 fc N/A N/A

012 ELECTRICAL 13 fc 17 fc 8 fc 2.1:1 1.6:1

013 FIRE ALARM 18 fc 22 fc 13 fc 1.7:1 1.4:1

014 IT STORAGE 19 fc 32 fc 0 fc N/A N/A

015 TRASH 30 fc 45 fc 16 fc 2.8:1 1.9:1

016 ELEVATOR EQUIP 13 fc 18 fc 8 fc 2.3:1 1.6:1

017 PARKING 9.8 fc 31.9 fc 3.2 fc 10.0:1 3.1:1

020 UTILITY 27 fc 42 fc 10 fc 4.2:1 2.7:1

021 STORAGE 23 fc 33 fc 12 fc 2.8:1 1.9:1

022 DEDICATE PARKING 6.6 fc 22.1 fc 2.3 fc 9.6:1 2.9:1

101 LOBBY 19 fc 28 fc 0 fc N/A N/A

102 ADULT LOBBY 33 fc 44 fc 23 fc 1.9:1 1.4:1

103 RECEPTION 43 fc 49 fc 34 fc 1.4:1 1.3:1

104 JUV LOBBY 35 fc 45 fc 25 fc 1.8:1 1.4:1

105 RR 27 fc 37 fc 17 fc 2.2:1 1.6:1

106 HALL 29 fc 35 fc 26 fc 1.3:1 1.1:1

107 RR 23 fc 38 fc 12 fc 3.2:1 1.9:1

108 DRUG TEST 24 fc 32 fc 14 fc 2.3:1 1.7:1

109 INTERVIEW 38 fc 51 fc 24 fc 2.1:1 1.6:1

110 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

111 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

112 INTERVIEW 38 fc 52 fc 24 fc 2.2:1 1.6:1

113 INTERVIEW CONFERENCE 61 fc 72 fc 44 fc 1.6:1 1.4:1

114 INTERVIEW 37 fc 51 fc 24 fc 2.1:1 1.5:1

115 ELECTRICAL 19 fc 25 fc 12 fc 2.1:1 1.6:1

116 IT 34 fc 41 fc 27 fc 1.5:1 1.3:1

117 OFFICE 40 fc 57 fc 25 fc 2.3:1 1.6:1

118 FIELD TRAINING 36 fc 62 fc 0 fc N/A N/A

119 AOP 35 fc 50 fc 11 fc 4.5:1 3.2:1

120 AOP SUPERVISION 30 fc 43 fc 18 fc 2.4:1 1.7:1

121 ADULT SUPERVISION 32 fc 50 fc 13 fc 3.8:1 2.5:1

122 OFFICE 38 fc 52 fc 26 fc 2.0:1 1.5:1

123 OFFICE 37 fc 50 fc 26 fc 1.9:1 1.4:1

124 HALL 27 fc 35 fc 20 fc 1.8:1 1.4:1

125 RR 26 fc 34 fc 20 fc 1.7:1 1.3:1

126 JAN 17 fc 23 fc 12 fc 1.9:1 1.4:1

127 STAFF RR 23 fc 37 fc 14 fc 2.6:1 1.6:1

128 PASSAGE 19 fc 27 fc 15 fc 1.8:1 1.3:1

129 ADULT SUP OFFICE 40 fc 53 fc 25 fc 2.1:1 1.6:1

130 CONFERENCE RM 2 44 fc 66 fc 27 fc 2.4:1 1.6:1

131 ADULT SPECIAL PROGRAMS 37 fc 54 fc 18 fc 3.0:1 2.1:1

132 OFFICE 38 fc 61 fc 22 fc 2.8:1 1.7:1

133 PRETRIAL SUPERVISION 41 fc 65 fc 19 fc 3.4:1 2.2:1

134 OFFICE 36 fc 50 fc 23 fc 2.2:1 1.6:1

135 LOBBY 23 fc 26 fc 20 fc 1.3:1 1.2:1

136 DAY SPACE 42 fc 85 fc 13 fc 6.5:1 3.2:1

137 CLASSROOM 2 28 fc 37 fc 16 fc 2.3:1 1.8:1

139 CLASSROOM 34 fc 50 fc 17 fc 2.9:1 2.0:1

140 COUNCIL 44 fc 67 fc 25 fc 2.7:1 1.8:1

141 COUNCIL 42 fc 56 fc 27 fc 2.1:1 1.6:1

142 RECEPT 34 fc 59 fc 13 fc 4.5:1 2.6:1

143 KIT 45 fc 66 fc 25 fc 2.6:1 1.8:1

144 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

145 PANTRY 32 fc 34 fc 29 fc 1.2:1 1.1:1

146 DPO WORKSTATIONS 30 fc 46 fc 16 fc 2.9:1 1.9:1

147 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

148 PRRC MANAGER 58 fc 66 fc 50 fc 1.3:1 1.2:1

149 PRIVATE PARTNER 30 fc 67 fc 12 fc 5.6:1 2.5:1

150 PR OFFICE 43 fc 67 fc 20 fc 3.4:1 2.2:1

151 STORAGE 18 fc 23 fc 12 fc 1.9:1 1.5:1

152 TRAINING ROOM 32 fc 45 fc 0 fc N/A N/A

153 STORAGE 16 fc 35 fc 5 fc 7.0:1 3.2:1

154 JAN 37 fc 38 fc 37 fc 1.0:1 1.0:1

155 HALL 21 fc 28 fc 0 fc N/A N/A

156 RR 29 fc 40 fc 19 fc 2.1:1 1.5:1

157 RR 26 fc 39 fc 16 fc 2.4:1 1.6:1

158 COPY 27 fc 43 fc 16 fc 2.7:1 1.7:1

201 HALL 21 fc 42 fc 0 fc N/A N/A

202 FISCAL COLLECTIONS 29 fc 42 fc 0 fc N/A N/A

203 OFFICE 33 fc 52 fc 0 fc N/A N/A

204 OFFICE W CONF 36 fc 48 fc 22 fc 2.2:1 1.6:1

205 FIRE ARMS 15 fc 29 fc 0 fc N/A N/A

206 FIELD TRAINING 40 fc 58 fc 0 fc N/A N/A

207 OFFICE 26 fc 47 fc 0 fc N/A N/A

209 OFFICE 28 fc 50 fc 0 fc N/A N/A

210 RR 24 fc 38 fc 0 fc N/A N/A

211 LOCKER RM 30 fc 39 fc 0 fc N/A N/A

212 SHOWER 13 fc 29 fc 0 fc N/A N/A

214 LOCKER RM 32 fc 38 fc 22 fc 1.7:1 1.5:1

215 SHOWER 17 fc 28 fc 0 fc N/A N/A

216 CONFERECE 3 31 fc 49 fc 0 fc N/A N/A

217 COPY 21 fc 41 fc 0 fc N/A N/A

218 CONFERENCE 4 35 fc 51 fc 22 fc 2.3:1 1.6:1

219 ELECTRICAL 9 fc 21 fc 0 fc N/A N/A

220 IT 25 fc 36 fc 7 fc 5.1:1 3.6:1

221 WELLNESS 18 fc 31 fc 0 fc N/A N/A

222 CONF 6 33 fc 48 fc 0 fc N/A N/A

223 WAITING 29 fc 40 fc 0 fc N/A N/A

225 PROFESSIONAL STANDARDS 33 fc 41 fc 0 fc N/A N/A

226 OFFICE 26 fc 47 fc 0 fc N/A N/A

227 INTERVIEW 42 fc 63 fc 23 fc 2.7:1 1.8:1

228 SPECIAL STORAGE 22 fc 39 fc 0 fc N/A N/A

229 OFFICE W CONF 31 fc 51 fc 0 fc N/A N/A

230 JUVENILE 39 fc 65 fc 16 fc 4.1:1 2.4:1

231 OFFICE 30 fc 48 fc 0 fc N/A N/A

231 RR 20 fc 31 fc 12 fc 2.6:1 1.7:1

232 OFFICE 26 fc 37 fc 13 fc 2.8:1 2.0:1

233 CONFERENCE 1 28 fc 65 fc 0 fc N/A N/A

234 STORAGE 13 fc 21 fc 0 fc N/A N/A

235 STORAGE 13 fc 20 fc 0 fc N/A N/A

236 BREAK 64 fc 85 fc 0 fc N/A N/A

237 HOTELING 41 fc 53 fc 27 fc 2.0:1 1.5:1

240 INFORMATION SYSTEMS 26 fc 33 fc 18 fc 1.8:1 1.4:1

241 CONFERENCE 5 29 fc 40 fc 8 fc 5.0:1 3.6:1

242 OFFICE 41 fc 55 fc 25 fc 2.2:1 1.6:1

243 EQUIP STORAGE 18 fc 35 fc 6 fc 5.8:1 3.0:1

244 OFFICE W CONF 26 fc 46 fc 0 fc N/A N/A

245 INSTALLATION ROOM 53 fc 64 fc 33 fc 1.9:1 1.6:1

247 OFFICE 37 fc 52 fc 20 fc 2.6:1 1.9:1

248 OFFICE W CONF 30 fc 50 fc 0 fc N/A N/A

248 RESEARCH AND SPCIAL
PROJECTS

31 fc 50 fc 9 fc 5.6:1 3.4:1

249 PRETRIAL ASSESMENT 34 fc 48 fc 0 fc N/A N/A

250 OFFICE 41 fc 67 fc 0 fc N/A N/A

302 EXECUTIVE AREA 40 fc 47 fc 26 fc 1.8:1 1.5:1

303 MEETING ROOM 40 fc 57 fc 24 fc 2.4:1 1.7:1

304 CHEILD OFFICE 34 fc 38 fc 27 fc 1.4:1 1.3:1

305 EXEC ASST 37 fc 52 fc 25 fc 2.1:1 1.5:1

306 DEPUTY CHIEF 36 fc 49 fc 24 fc 2.0:1 1.5:1

307 DEPUTY CHIEF 35 fc 48 fc 24 fc 2.0:1 1.5:1

308 DEPUTY CHIEF 28 fc 40 fc 21 fc 1.9:1 1.3:1

309 DEPUTY CHIEF 29 fc 45 fc 16 fc 2.8:1 1.8:1

310 ADMIN OPS MANAGER 28 fc 40 fc 21 fc 1.9:1 1.3:1

311 UNASSIGNED ADMIN 30 fc 43 fc 16 fc 2.7:1 1.9:1

314 OFFICE 39 fc 51 fc 28 fc 1.8:1 1.4:1

315 OFFICE 31 fc 42 fc 22 fc 1.9:1 1.4:1

316 RR 25 fc 39 fc 15 fc 2.6:1 1.7:1

317 RR 25 fc 39 fc 16 fc 2.4:1 1.6:1

318 COPY 31 fc 71 fc 0 fc N/A N/A

319 ELEC IT 29 fc 37 fc 22 fc 1.7:1 1.3:1

320 STORAGE 18 fc 22 fc 15 fc 1.5:1 1.2:1

Calc Zone #87 18 fc 36 fc 0 fc N/A N/A

Calc Zone #138 23 fc 39 fc 9 fc 4.3:1 2.6:1

Calc Zone #144 36 fc 39 fc 32 fc 1.2:1 1.1:1

OPEN OFFICE 31 fc 37 fc 18 fc 2.1:1 1.7:1

001 LOBBY 17 fc 35 fc 1 fc 35.0:1 17.0:1

1           PCC#1         12/15/2023

bradbury
Image

AshleyFernando
Snapshot

AshleyFernando
Text Box
PH-5.0.0

AshleyFernando
Text Box
SCHEDULE

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

STA T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

NONRESIDENTIAL T24 ENVELOPE MANDATORY MEASURES

En1.0

ENERGY
COMPLIANCE

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

ST A T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

En1.1

ENERGY
COMPLIANCE

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

ST A T E OF C A LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

En1.2

ENERGY
COMPLIANCE

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



Sheet           of                  Sheets

Sheet Name

Date

Drawn by

Checked by

895.01

SANTA
BARBARA

NEW
PROBATION

BLDG

08/24/2023

100% CONSTRUCTION
DOCUMENTS

No. Description Date

Sheet Number

285 NORTH VENTURA AVE,
SUITE 102
VENTURA, CA 93003
P805.626.5330
www.RNTarchitects.com

1001 Garden St
Santa Barbara, CA 93101

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

M 33,682

BR
ANDON    RODGERS

MECHA NICA L

EXP 6/30/25

RE
GI

ST
ER

ED PROFESSIONAL ENGINEER

ST A T E OF CA LIFORNIA

689 Tank Farm Rd., Ste 240
SLO, CA 93401

BMA JOB# 22147.00
OFF: (805) 544-4269

BMA Mechanical +

2 PCC#2 01/22/2024
1 PCC#1 09/25/2023

En1.3

ENERGY
COMPLIANCE

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/20231           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



1           PCC#1         12/15/2023

bradbury
Text Box
BID DOCUMENTS 

bradbury
Text Box
03/29/2024



ABBREVIATION

CAMERA TYPE SCHEDULE

DRAWING LIST

ELECTRICAL NOTES

GENERAL NOTES

PORTAL SYMBOL KEY

·

Roesling Nakamura
Terada Architects

Sheet           of                  Sheets

Sheet Name

Date:

Drawn By:

Checked By:

Sheet Number:

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

895.01

SANTA
BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

6/15/2022
DL
DS

CONSTRUCTION
DOCUMENTS

117 E CARRILLO ST,
SANTA BARBARA, CA

93101

No. Description Date

tel:      949-943-9422
web:  www.triadsdg.com

EY100

SYMBOLS,
NOTES AND

ABBREVIATIONS

ISSUE FOR BID 3/04/2024

AutoCAD SHX Text
R

AutoCAD SHX Text
D

AutoCAD SHX Text
AACS AC A.F.C. A.F.F. A.F.G. B.F.C. B.F.G. C.U. CPS CPU CR DA DPS EC ELVC EXT F F.O. GC GND IC ICS J LAN LPS MD MFG MKB MOB N/A NC NO N.I.C.

AutoCAD SHX Text
ALARM AND ACCESS CONTROL SYSTEM ALTERNATING CURRENT POWER CONNECTION ABOVE FINISHED CEILING ABOVE FINISHED FLOOR ABOVE FINISHED GRADE BELOW FINISHED CEILING BELOW FINISHED GRADE CENTRAL OFFICE TELEPHONE LINE CAMERA POWER SUPPLY CENTRAL PROCESSING UNIT CARD/KEY READER DURESS (PERSONAL ASSIST) SWITCH DOOR POSITION SWITCH ELECTRICAL CONTRACTOR ELEVATOR CONTRACTOR EXTERNAL FUTURE FIBER OPTIC GENERAL CONTRACTOR GROUND INTERCOM FIELD STATION INTERCOM SYSTEM JUNCTION BOX LOCAL AREA NETWORK LOCK POWER SUPPLY MOTION DETECTOR MANUFACTURER MULTIPLEXER KEYBOARD MEDICAL OFFICE BUILDING NOT APPLICABLE NORMALLY CLOSED NORMALLY OPEN NOT IN CONTRACT

AutoCAD SHX Text
NTS OPP PBX REQ'D REX RX SIM SPB STC TBB TYP TX UON V VAC VC-X VDC VCR VHE VKB WC W/ W/O WP XFMR XLTR (E) (N) (R) (X)

AutoCAD SHX Text
NOT TO SCALE OPPOSITE PRIVATE BRANCH EXCHANGE (IN-HOUSE TELEPHONE SWITCH) REQUIRED REQUEST-TO-EXIT RECEIVE / RECEIVER SIMILAR SECURITY PULLBOX SECURITY TERMINAL CABINET TELEPHONE BACKBOARD TYPICAL TRANSMIT / TRANSMITTER UNLESS OTHERWISE NOTED VIDE0 MONITOR VOLTS ALTERNATING CURRENT VIDEO CAMERA (X = NUMBER) VOLTS DIRECT CURRENT VIDEO CASSETTE RECORDER VIDEO HEADEND VIDEO KEYBOARD HANDICAP DOOR OPENER WITH WITHOUT WEATHER PROOF TRANSFORMER PROTOCOL TRANSLAT0R EXISTING, TO REMAIN NEW EXISTING, TO BE REMOVED AND REPLACED, AS SPECIFIED EXISTING, TO BE REMOVED

AutoCAD SHX Text
XX

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
SHD EHD UHD

AutoCAD SHX Text
Y

AutoCAD SHX Text
MODE

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
EY001 EY100 EY101 EY102 EY103 EY104 EY105 EY500 EY501 EY510 EY511 EY520 EY521 EY530 EY531 EY532 EY540 EY600 EY601

AutoCAD SHX Text
TITLE SHEET - SYMBOLS AND GENERAL NOTES OVERALL SITE PLAN DEVICE LAYOUT GROUND FLOOR PLAN DEVICE LAYOUT FIRST FLOOR PLAN DEVICE LAYOUT SECOND FLOOR PLAN DEVICE LAYOUT THIRD FLOOR PLAN DEVICE LAYOUT ROOF PLAN DEVICE LAYOUT DOOR DETAILS - 1 DOOR DETAILS - 2 CAMERA DETAILS CAMERA DETAILS MISCELLANEOUS DETAILS MISCELLANEOUS DETAILS WIRING DETAILS VSS TYP. COMPONENT CONNECTIVITY DIAGRAM ELEVATOR WIRING DETAILS STC ELEVATIONS SINGLE LINE DIAGRAM SINGLE LINE DIAGRAM

AutoCAD SHX Text
ALL CONDUIT CONNECTIONS SHALL INCLUDE INTEGRAL PROTECTIVE BUSHINGS OR CHASE NIPPLES. ALL CONDUIT FOR FUTURE USE SHALL BE FILLED WITH 200 POUND STRENGTH PULL LINE.  PROVIDE LABELING ON EACH END OF THE PULL LINE TO INDICATE LOCATION OF OTHER END. CONDUITS SHALL BE CONCEALED WHENEVER POSSIBLE SURFACE MOUNTED CONDUITS ARE PERMISSIBLE ONLY WHERE APPROVED. USE ONLY CONCEALED CONDUITS WITHIN FINISHED SPACES.  THE ABOVE STANDARDS ALSO APPLY TO EXTERIOR SPACES.  SEEK APPROVAL FROM THE OWNER FOR EACH AREA WHERE SURFACE CONDUIT IS NECESSARY. ALL J-BOXES SHALL BE MINIMUM 4 INCH SQUARE DEEP STYLE AND SIZED AS REQUIRED TO ACCOMMODATE CONDUITS UNLESS OTHERWISE NOTED.  PROVIDE MOUNTING RING AS NOTED ON SYMBOL LIST OR AS REQUIRED.  PROVIDE A BLANK BOX MOUNT PLATE FOR JUNCTION BOXES WITH NO DEVICE. PROVIDE PERMANENT MARKINGS ON CONCEALED J-BOXES IE, SEC (SECURITY) FIRE (FIRE ALARM) ETC.  ALL EXPOSED BOXES AND PANELS MOUNTED IN OR ON EXTERIOR WALLS SHALL BE WEATHERPROOF AND RAINTIGHT. ALL CONDUIT SHALL BE 3/4" EMT UNLESS OTHERWISE NOTED. REFER TO ELECTRICAL DRAWINGS FOR POWER REQUIREMENTS. USE EXISTING 120VAC CIRCUITS WHRE INDICATED.  VERIFY CURRENT LOAD ON EXISTING CIRCUITS BEFORE CONNECTING NEW LOADS. COORDINATE WITH OWNER IF ADDITIONAL CIRCUITS ARE REQUIRED. CABLES RUN ABOVE CEILING AND IN CONCEALED SPACES SHALL BE PLENUM RATED. COORDINATE ROUTING WITH DATA CABLES AND USE SAME CABLE SUPPORT SYSTEM. COORDINATE WITH DATA CONTRACTOR TO VERIFY CABLE SUPPORTS ARE SIZED TO ACCOMMODATE ALL CABLES. ADD ADDITIONAL CABLE SUPPORT DEVICES TO ROUTE SECURITY CABLES FROM SECURITY DEVICES TO NEAREST DATA CABLE SUPPORT.

AutoCAD SHX Text
1. 2. 3. 4. 5. 6. 7. 8.

AutoCAD SHX Text
THE FOLLOWING GENERAL NOTES ARE APPLICABLE AS STATED BELOW, EXCEPT WHERE SPECIFICALLY INDICATED OTHERWISE ON THE DRAWINGS OR IN THE BID SPECIFICATION.  SINGLE LINE DIAGRAMS, SCHEMATICS, DETAILS AND CONDUIT PATHS SHOWN HEREIN ARE CONCEPTUAL AND ILLUSTRATE ONLY THE FUNCTIONAL RELATIONSHIPS BETWEEN COMPONENTS OF THE SYSTEM. ACCORDINGLY, FULL SHOP DRAWING DEVELOPMENT IS REQUIRED TO REALIZE THE SPECIFIED FUNCTIONS.  DEVICE LOCATIONS ON PLANS ARE CONCEPTUAL.  LOCATE AS SITE CONDITIONS REQUIRE AND AS APPROVED BY THE ENGINEER OF RECORD.  REFER TO THE BID SPECIFICATION FOR ADDITIONAL REQUIREMENTS REGARDING THIS WORK. INSTALL ALL WALL MOUNTED CARD READERS, PUSHBUTTON SWITCHES, KEYPADS AND KEYSWITCHES AT SAME HEIGHT AS LIGHT SWITCHES, OR 48" AFF.  DOOR DETAIL PLAN DIAGRAMS ILLUSTRATE FUNCTIONAL RELATIONSHIPS.  ACTUAL ARCHITECTURAL CONDITIONS (DIRECTION OF SWING, HAND OF DOOR) MAY VARY.    PAINTING, PATCHING AND FINISHES FOR ALL DEVICES SHALL MATCH EXISTING FINISHES AS APPROVED BY THE OWNER.  FINISHES OF ALL DEVICES SHALL BE APPROVED BY THE OWNER.  ALL WORK AND MATERIALS SHALL CONFORM TO THE MOST CURRENT UNIFORM STANDARD SPECIFICATIONS AND DETAILS FOR CONSTRUCTION AS FURNISHED BY THE OWNER.  ALL WORK AND MATERIALS NOT IN CONFORMANCE WITH THESE SPECIFICATIONS AND DETAILS ARE SUBJECT TO REMOVAL AND REPLACEMENT AT THE CONTRACTOR'S EXPENSE.

AutoCAD SHX Text
1. 2. 3. 4. 5. 6. 7. 8. 9.

AutoCAD SHX Text
DESIGNATES DIRECTION OF SECURED TRAVEL

AutoCAD SHX Text
SECURE SIDE

AutoCAD SHX Text
PORTAL NUMBER DESIGNATION

AutoCAD SHX Text
REFER TO EY500 AND EY501 FOR DOOR TYPES

AutoCAD SHX Text
PUBLIC/UNSECURED SIDE

AutoCAD SHX Text
XXXX

AutoCAD SHX Text
Refer to Specifications.

AutoCAD SHX Text
Patch Point

AutoCAD SHX Text
Wall or Beam Mounted

AutoCAD SHX Text
120 VAC Receptacle

AutoCAD SHX Text
Through Patch Point

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
DETAIL

AutoCAD SHX Text
X

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
DETAIL

AutoCAD SHX Text
X

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
DETAIL

AutoCAD SHX Text
x

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
See Details

AutoCAD SHX Text
Refer To Specifications

AutoCAD SHX Text
Shown for Reference

AutoCAD SHX Text
---

AutoCAD SHX Text
See Details

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
SYMBOL

AutoCAD SHX Text
As Required

AutoCAD SHX Text
As Required

AutoCAD SHX Text
As Required

AutoCAD SHX Text
As Required

AutoCAD SHX Text
As Required

AutoCAD SHX Text
Finished Areas

AutoCAD SHX Text
As Required

AutoCAD SHX Text
As Required

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
AFC in

AutoCAD SHX Text
ROUGH-IN

AutoCAD SHX Text
As Required

AutoCAD SHX Text
As Required

AutoCAD SHX Text
As Required

AutoCAD SHX Text
As Required

AutoCAD SHX Text
SECURITY EQUIPMENT SYMBOLS LIST

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
MOUNTING

AutoCAD SHX Text
Floor Mounted Earthquake Fixtures

AutoCAD SHX Text
As Required

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
xx-y

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
MI-X

AutoCAD SHX Text
DT

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
GB

AutoCAD SHX Text
As Required

AutoCAD SHX Text
Wall/Mullion Mounted Reader

AutoCAD SHX Text
Glass Break Sensor

AutoCAD SHX Text
Dual Technology Motion Detector

AutoCAD SHX Text
Duress Switch

AutoCAD SHX Text
Multi-Imager Mini Dome Camera-X=S or F

AutoCAD SHX Text
Mini Dome Camera Refer to Camera Type Schedule for XX-Y 

AutoCAD SHX Text
Matchpoint on drawing matches another point bearing same letter(s)

AutoCAD SHX Text
Refer to section detail and sheet as indicated

AutoCAD SHX Text
Refer to elevation detail and sheet as indicated

AutoCAD SHX Text
Refer to detail and as indicated

AutoCAD SHX Text
Refer to note schedule on sheet as indicated

AutoCAD SHX Text
Conduit stub-out with bushed chase nipple

AutoCAD SHX Text
Conduit turned down

AutoCAD SHX Text
Conduit turned up

AutoCAD SHX Text
Existing Conduit, to be reused

AutoCAD SHX Text
Flexible Conduit Connection

AutoCAD SHX Text
Conduit Homerun, To Indicated Location

AutoCAD SHX Text
Conductor Path, No Conduit

AutoCAD SHX Text
Conduit, Concealed  In Floor

AutoCAD SHX Text
Conduit, Concealed

AutoCAD SHX Text
Floor Mounted Equipment Rack

AutoCAD SHX Text
Security Pullbox

AutoCAD SHX Text
Flush Mounted STC

AutoCAD SHX Text
Surface Mounted STC

AutoCAD SHX Text
Flush Mounted Pull Box

AutoCAD SHX Text
Surface Mounted Pull Box

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
Refer To Specifications

AutoCAD SHX Text
Refer To Specifications

AutoCAD SHX Text
8"x8"x4" UON

AutoCAD SHX Text
Refer To Specifications

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
---

AutoCAD SHX Text
As Required

AutoCAD SHX Text
As Required

AutoCAD SHX Text
xx-y

AutoCAD SHX Text
Mini Dome Camera Directly Mounted to In-Wall 4S J-Box. Refer to Camera Type Schedule for XX-Y

AutoCAD SHX Text
---

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
SUPER HIGH DEFINITION - 1920X1080 PIXELS EXTENDED HIGH DEFINITION - 2560X1440 PIXELS ULTRA HIGH DEFINITION - 3840X2160 PIXELS

AutoCAD SHX Text
S F

AutoCAD SHX Text
SURVEILLANCE MODE - 20 PIXEL/FT FORENSIC MODE - 40 PIXEL/FT

AutoCAD SHX Text
Z

AutoCAD SHX Text
36 90

AutoCAD SHX Text
35° VERTICAL VIEWING ANGLE90° VERTICAL VIEWING ANGLE

AutoCAD SHX Text
VIEWING ANGLE

AutoCAD SHX Text
Emergency Phone, T=Tower Type

AutoCAD SHX Text
EP

AutoCAD SHX Text
T

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
MON

AutoCAD SHX Text
Viewing Monitor

AutoCAD SHX Text
Refer to Details

AutoCAD SHX Text
Refer to Details

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



.

DN

DN

UP

GA
RD

EN
 S

TR
EE

T

Roesling Nakamura
Terada Architects

Sheet           of                  Sheets

Sheet Name

Date:

Drawn By:

Checked By:

Sheet Number:

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

895.01

SANTA
BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

6/15/2022
DL
DS

CONSTRUCTION
DOCUMENTS

117 E CARRILLO ST,
SANTA BARBARA, CA

93101

No. Description Date

tel:      949-943-9422
web:  www.triadsdg.com

EY100

OVERALL
SITE PLAN

DEVICE
LAYOUT

GENERAL NOTES:

ISSUE FOR BID 3/04/2024

AutoCAD SHX Text
SCALE IN FEET

AutoCAD SHX Text
32

AutoCAD SHX Text
48

AutoCAD SHX Text
16

AutoCAD SHX Text
0

AutoCAD SHX Text
1/16" = 1'

AutoCAD SHX Text
VCS-1.01 MI-F 270°

AutoCAD SHX Text
VCS-1.12 MI-F 270°

AutoCAD SHX Text
VCS-1.13 MI-F 270°

AutoCAD SHX Text
VCS-1.09 MI-F

AutoCAD SHX Text
VCS-1.08 MI-F 270°

AutoCAD SHX Text
VCS-1.03 UHD-F

AutoCAD SHX Text
VCS-1.07 UHD-F

AutoCAD SHX Text
EP

AutoCAD SHX Text
T/EP-02

AutoCAD SHX Text
EP

AutoCAD SHX Text
T/EP-03

AutoCAD SHX Text
EP

AutoCAD SHX Text
T/EP-01

AutoCAD SHX Text
VCS-1.04 MI-F 180°ABOVE PARKING ENTRANCE

AutoCAD SHX Text
VCS-1.02 EHD-F

AutoCAD SHX Text
VCS-1.05 EHD-F

AutoCAD SHX Text
VCS-1.11 MI-F 270°

AutoCAD SHX Text
VCS-1.10 MI-F 180°

AutoCAD SHX Text
VCS-1.06 UHD-F

AutoCAD SHX Text
1

AutoCAD SHX Text
EY510

AutoCAD SHX Text
2

AutoCAD SHX Text
EY511

AutoCAD SHX Text
EY521

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP. FOR ALL EPHONES ON THIS SHEET

AutoCAD SHX Text
TYP. FOR ALL UHD-F/EHD-F  CAMERA ON THIS SHEET

AutoCAD SHX Text
TYP. FOR ALL 270° CAMERAON THIS SHEET

AutoCAD SHX Text
1. ALL CONDUIT SHALL SHARE TRENCHING WITH ELECTRICAL ALL CONDUIT SHALL SHARE TRENCHING WITH ELECTRICAL TRENCHING BUT SHALL BE IN SEPERATE CONDUIT FROM ANY ELECTRICAL CONDUIT. 2. ALL CAMERAS AND EMERGENCY PHONES ON THIS PLAN ALL CAMERAS AND EMERGENCY PHONES ON THIS PLAN SHALL TERMINATE IN IT ROOM 116 WITHIN EQUIPMENT RACK 1.1 (ER1.1) AT NETWORK PATCH PANEL 1. REFER TO EY600 FOR SINGLE LINE DIAGRAM. 

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



A

1 2 43 9.1 15.115

B

4.34.2 5 7 13 14

H

103.1

B.2

9 11

F

1284.12.1 2.2

B.3

B.1

13.2
4.4 14.1

A.1

PUBLIC MEETING
ROOM

002

LOBBY
001

TRASH
015

ELEVATOR
EQUIP.

016

PARKING
017

STORAGE
003

ELEV
008

FIRE ALARM
013

ELECTRICAL
012

IT STORAGE
014

UTIL CLERK
009

UTILITY
020

STORAGE
021 EVIDENCE

010
GEAR STORAGE

011

GEAR CHCK
004

PUBLIC RR
006

PUBLIC RR
005

STAIR 1
007

STAIR 2
019

L

C.1

G

K

6

E

13.15.1

C

D

J

Roesling Nakamura
Terada Architects

Sheet           of                  Sheets

Sheet Name

Date:

Drawn By:

Checked By:

Sheet Number:

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

895.01

SANTA
BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

6/15/2022
DL
DS

CONSTRUCTION
DOCUMENTS

117 E CARRILLO ST,
SANTA BARBARA, CA

93101

No. Description Date

tel:      949-943-9422
web:  www.triadsdg.com

EY101

GROUND
LEVEL

DEVICE
LAYOUT

GENERAL NOTES:

ISSUE FOR BID 3/04/2024

AutoCAD SHX Text
SCALE IN FEET

AutoCAD SHX Text
24

AutoCAD SHX Text
16

AutoCAD SHX Text
0

AutoCAD SHX Text
1/8" = 1'

AutoCAD SHX Text
8

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
EHD-F 90°VC-G.17

AutoCAD SHX Text
EHD-F 360°VC-G.16

AutoCAD SHX Text
EHD-F 90°VC-G.13

AutoCAD SHX Text
EHD-F 90°VC-G.15

AutoCAD SHX Text
EHD-F 90°VC-G.12

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
EHD-F 90°VC-G.18

AutoCAD SHX Text
EHD-F VC-G.01

AutoCAD SHX Text
MI-F 180°VC-G.14

AutoCAD SHX Text
R

AutoCAD SHX Text
EHD-F VC-G.04

AutoCAD SHX Text
EHD-F VC-G.06

AutoCAD SHX Text
EHD-F VC-G.07

AutoCAD SHX Text
EHD-F VC-G.05

AutoCAD SHX Text
EP

AutoCAD SHX Text
EP

AutoCAD SHX Text
EP

AutoCAD SHX Text
EHD-F 180°-90°VC-G.11

AutoCAD SHX Text
MI-F 180°VC-G.08

AutoCAD SHX Text
ROLLING GATE

AutoCAD SHX Text
ROLLING GATE

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
EHD-F VC-G.03

AutoCAD SHX Text
EHD-F VC-G.02

AutoCAD SHX Text
R

AutoCAD SHX Text
SHD-S VC-G.09

AutoCAD SHX Text
3

AutoCAD SHX Text
EY511

AutoCAD SHX Text
2

AutoCAD SHX Text
EY510

AutoCAD SHX Text
2

AutoCAD SHX Text
EY511

AutoCAD SHX Text
2

AutoCAD SHX Text
EY511

AutoCAD SHX Text
2

AutoCAD SHX Text
EY511

AutoCAD SHX Text
TYP. FOR ALL 180°ON THIS SHEET

AutoCAD SHX Text
TYP. FOR ALL 90° ON THIS SHEET

AutoCAD SHX Text
1

AutoCAD SHX Text
EY520

AutoCAD SHX Text
TYP. FOR ALL EPHONES ON THIS SHEET

AutoCAD SHX Text
SP4

AutoCAD SHX Text
019.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
014.1

AutoCAD SHX Text
SP1

AutoCAD SHX Text
005.1

AutoCAD SHX Text
SP1

AutoCAD SHX Text
006.1

AutoCAD SHX Text
SP4

AutoCAD SHX Text
007.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
009.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
010.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
011.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
018.2

AutoCAD SHX Text
SP3

AutoCAD SHX Text
004.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
022.1

AutoCAD SHX Text
SIM

AutoCAD SHX Text
EHD-F 90°VC-G.10

AutoCAD SHX Text
1. ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ON THIS PLAN SHALL UTILIZE PLENUM RATED CABLE AND ROUTE WITHIN PLENUM SPACE ABOVE CEILING WITHIN D-RINGS OR J-HOOKS. REFER TO SPECIFICATIONS FOR SPACING AND CABLE REQUIREMENTS. 2. ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS SHALL TERMINATE WITHIN IT ROOM 116 AT STC1.1 THROUGH 1.4. REFER TO SHEET EY600 FOR SINGLE LINE DIAGRAM. 3. ALL CAMERAS ON THIS PLAN SHALL UTILIZE PLANUM ALL CAMERAS ON THIS PLAN SHALL UTILIZE PLANUM RATED CABLE AND ROUTE WITHIN PLENUM SPACE ABOVE CEILING WITHIN D-RINGS OR J-HOOKS. REFER TO SPECIFICATIONS FOR SPACING AND CABLE REQUIREMENTS. 4. ALL CAMERAS ON THIS PLAN SHALL TERMINATE IN IT ALL CAMERAS ON THIS PLAN SHALL TERMINATE IN IT ROOM 116 WITHIN EQUIPMENT RACK 1.1 (ER1.1) AT NETWORK PATCH PANEL 1. REFER TO EY600 FOR SINGLE LINE DIAGRAM. 

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



A

1

1 2

4

4

3

3

9.1

9.1

15.1

15.1

15

15

M

K.1

B

4.3

4.3

4.2

4.2

5

5

7

7

13

13

14

14

H

10

10

3.1

3.1

B.2

9

9

11

11

F

12

12

8

8

4.1

4.1

2.1

2.1

2.2

2.2

B.3

B.1

13.2

13.2

4.4

4.4

14.1

14.1

A.1

FIELD TRAINING
118

RECEPTION
103

ADULT LOBBY
102

TRAINING ROOM
152

IT
116

CLASSROOM 1
139

CLASSROOM 2
137

LOBBY
135

CONFERENCE
RM. 2

130

STAFF RR
125

RR
107

INTERVIEW
114

INTERVIEW/
CONFERENCE

113

ELECTRICAL
115

RR
105

STAFF RR
127

DRUG TEST
108

INTERVIEW
109

OFFICE
123

OFFICE
122

ADULT
SUPERVISION

121

OFFICE
117

JUV. LOBBY
104

ADULT SUP.
OFFICE

129

CUST.
126

ADULT SPECIAL
PROGRAMS

131

DAY SPACE
136

RECEP
142

OFFICE
147

PRRC MANAGER
148

RR
144

PANTRY
145

COUNCIL
140

COUNCIL
141

PRIVATE
PARTNER

149

RR
157

STORAGE
153

OFFICE
132

OFFICE
134

DPO
WORKSTATIONS

146

RR
156

PRETRIAL
SUPERVISION

133

PP OFFICE
150

STORAGE
151

AOP
119

AOP
SUPERVISION

120

KIT.
143

HALL
106

INTERVIEW
111

INTERVIEW
112

INTERVIEW
110

PASSAGE
128

COPY
158

L

C.1

G

K

6

6

E

13.1

5.1

5.1

C

D

J

Roesling Nakamura
Terada Architects

Sheet           of                  Sheets

Sheet Name

Date:

Drawn By:

Checked By:

Sheet Number:

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

895.01

SANTA
BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

6/15/2022
DL
DS

CONSTRUCTION
DOCUMENTS

117 E CARRILLO ST,
SANTA BARBARA, CA

93101

No. Description Date

tel:      949-943-9422
web:  www.triadsdg.com

EY102

FIRST
FLOOR PLAN

DEVICE
LAYOUT

GENERAL NOTES:

ISSUE FOR BID 3/04/2024

AutoCAD SHX Text
SCALE IN FEET

AutoCAD SHX Text
16

AutoCAD SHX Text
32

AutoCAD SHX Text
8

AutoCAD SHX Text
0

AutoCAD SHX Text
3/32" = 1'

AutoCAD SHX Text
R

AutoCAD SHX Text
EHD-F 90°VC-1.03

AutoCAD SHX Text
EHD-F 90°VC-1.01

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
EHD-F 90°VC-1.16

AutoCAD SHX Text
EHD-F 90°VC-1.19

AutoCAD SHX Text
EHD-F 90°VC-1.17

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
EHD-F 90°VC-1.20

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
EHD-F 90°VC-1.02

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
SHD-F VC-1.26

AutoCAD SHX Text
EHD-F 90°VC-1.22

AutoCAD SHX Text
R

AutoCAD SHX Text
EHD-F VC-1.14

AutoCAD SHX Text
EHD-F VC-1.12

AutoCAD SHX Text
R

AutoCAD SHX Text
EHD-F 90°VC-1.06

AutoCAD SHX Text
SHD-F VC-1.23

AutoCAD SHX Text
SHD-F VC-1.15

AutoCAD SHX Text
EHD-F 90°VC-1.05

AutoCAD SHX Text
SHD-F 90°VC-1.07

AutoCAD SHX Text
SHD-F 90°VC-1.09

AutoCAD SHX Text
SHD-F 90°VC-1.11

AutoCAD SHX Text
SHD-F 90°VC-1.10

AutoCAD SHX Text
SHD-F 90°VC-1.08

AutoCAD SHX Text
R

AutoCAD SHX Text
EHD-F VC-1.24

AutoCAD SHX Text
EHD-F 90°VC-1.21

AutoCAD SHX Text
EHD-F 90°VC-1.13

AutoCAD SHX Text
EHD-F 90°VC-1.18

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
EHD-F VC-1.04

AutoCAD SHX Text
EHD-F VC-1.25

AutoCAD SHX Text
R

AutoCAD SHX Text
`

AutoCAD SHX Text
3

AutoCAD SHX Text
EY510

AutoCAD SHX Text
TYP. FOR ALL 90°CAMERAS ON THIS SHEET.

AutoCAD SHX Text
3

AutoCAD SHX Text
EY10

AutoCAD SHX Text
TYP. FOR ALL CEILING MOUNTED CAMERAS ON THIS SHEET.

AutoCAD SHX Text
4

AutoCAD SHX Text
EY511

AutoCAD SHX Text
TYP. FOR ALL WALL MOUNTED CAMERAS ON THIS SHEET.

AutoCAD SHX Text
SP3

AutoCAD SHX Text
101.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
106.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
019.3

AutoCAD SHX Text
SP3

AutoCAD SHX Text
139.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
131.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
118.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
116.1

AutoCAD SHX Text
SP1

AutoCAD SHX Text
135.2

AutoCAD SHX Text
SP1

AutoCAD SHX Text
108.1

AutoCAD SHX Text
SP4

AutoCAD SHX Text
104.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
102.1

AutoCAD SHX Text
SP4

AutoCAD SHX Text
104.2

AutoCAD SHX Text
SP4

AutoCAD SHX Text
102.2

AutoCAD SHX Text
SP3

AutoCAD SHX Text
115.1

AutoCAD SHX Text
SP4

AutoCAD SHX Text
019.2

AutoCAD SHX Text
SP3

AutoCAD SHX Text
135.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
142.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
103.1

AutoCAD SHX Text
SP6

AutoCAD SHX Text
152.4

AutoCAD SHX Text
SP4

AutoCAD SHX Text
007.2

AutoCAD SHX Text
R

AutoCAD SHX Text
STC-1.1  STC-1.2 STC-1.3 STC-1.4

AutoCAD SHX Text
E.R.-1.1

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
SP4

AutoCAD SHX Text
101.2

AutoCAD SHX Text
1. ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ON THIS PLAN SHALL UTILIZE PLENUM RATED CABLE AND ROUTE WITHIN PLENUM SPACE ABOVE CEILING WITHIN D-RINGS OR J-HOOKS. REFER TO SPECIFICATIONS FOR SPACING AND CABLE REQUIREMENTS. 2. ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS SHALL TERMINATE WITHIN IT ROOM 116 AT STC-1.1 THROUGH 1.4. REFER TO SHEET EY600 FOR SINGLE LINE DIAGRAM. 3. ALL CAMERAS ON THIS PLAN SHALL UTILIZE PLANUM ALL CAMERAS ON THIS PLAN SHALL UTILIZE PLANUM RATED CABLE AND ROUTE WITHIN PLENUM SPACE ABOVE CEILING WITHIN D-RINGS OR J-HOOKS.  REFER TO SPECIFICATIONS FOR SPACING AND CABLE REQUIREMENTS. 4. ALL CAMERAS ON THIS PLAN SHALL TERMINATE IN IT ALL CAMERAS ON THIS PLAN SHALL TERMINATE IN IT ROOM 116 WITHIN EQUIPMENT RACK 1.1 (ER-1.1) AT NETWORK PATCH PANEL 1.  REFER TO EY600 FOR SINGLE LINE DIAGRAM.

AutoCAD SHX Text
EHD-F 90°VC-1.27

AutoCAD SHX Text
R

AutoCAD SHX Text
SP3

AutoCAD SHX Text
137.2

AutoCAD SHX Text
R

AutoCAD SHX Text
SP4

AutoCAD SHX Text
149.1

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



A

1

1

2

2

4

4

3

3

9.1

9.1

15.1

15.1

15

15

K.1

B

4.3

4.3

4.2

4.2

5

5

7

7

13

13

14

14

H

10

10

3.1

3.1

B.2

9

9

11

11

F

12

12

8

8

4.1

4.1

2.1

2.1

2.2

2.2

B.3

B.1

13.2

13.2

4.4

4.4

14.1

14.1

A.1

INFORMATION
SYSTEMS

240

CONFERENCE 1
233

RESEARCH AND
SPECIAL

PROJECTS
246

HALL
201

PRETRIAL
ASSESMENT

249

EQUIP STORAGE
243

FIELD TRAINING
206

PROFESSIONAL
STANDARDS

225

SPECIAL
STORAGE

228

OFFICE
226

INTERVIEW
227

OFFICE W/ CONF
229

STOR
224

COPY
217

CONFERENCE 4
218

CONFERENCE 3
216IT

220

OFFICE W/ CONF
204

FISCAL AND
COLLECTIONS

202

WELLNESS
221

WAITING
223

CONFERENCE 5
241

PRETRIAL
SUPERVISION

208
OFFICE

209

OFFICE
203

LOCKER RM
214

RR
213

LOCKER RM
211

RR
210

CONF 6
222

ELECTRICAL
219

INSTALLATION
ROOM

245

OFFICE
247OFFICE W/ CONF

248OFFICE W/ CONF
244

OFFICE
242

OFFICE
250

OFFICE
207

FIRE ARMS
205

JUVENILE
230

OFFICE
232

STORAGE
234

STORAGE
235OFFICE

231

SHOWER
215

SHOWER
212

STAIR 2
019

ROOF DECK
238

STAIR 1
007

L

C.1

G

K

6

6

E

13.1

5.1

5.1

HOTELING
237 BREAK

236

C

D

J

Roesling Nakamura
Terada Architects

Sheet           of                  Sheets

Sheet Name

Date:

Drawn By:

Checked By:

Sheet Number:

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

895.01

SANTA
BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

6/15/2022
DL
DS

CONSTRUCTION
DOCUMENTS

117 E CARRILLO ST,
SANTA BARBARA, CA

93101

No. Description Date

tel:      949-943-9422
web:  www.triadsdg.com

EY103

SECOND
FLOOR PLAN

DEVICE
LAYOUT

GENERAL NOTES:

ISSUE FOR BID 3/04/2024

AutoCAD SHX Text
SCALE IN FEET

AutoCAD SHX Text
16

AutoCAD SHX Text
32

AutoCAD SHX Text
8

AutoCAD SHX Text
0

AutoCAD SHX Text
3/32" = 1'

AutoCAD SHX Text
VC-2.01 EHD-F 90°

AutoCAD SHX Text
R

AutoCAD SHX Text
D

AutoCAD SHX Text
R

AutoCAD SHX Text
VC-2.02 EHD-F 90°

AutoCAD SHX Text
R

AutoCAD SHX Text
VC-2.04 EHD-F 90°

AutoCAD SHX Text
VC-2.03 EHD-F 90°

AutoCAD SHX Text
R

AutoCAD SHX Text
VC-2.05 EHD-F 90°

AutoCAD SHX Text
3

AutoCAD SHX Text
EY510

AutoCAD SHX Text
TYP. FOR ALL CAMERAS ON THIS SHEET.

AutoCAD SHX Text
SP1

AutoCAD SHX Text
206.1

AutoCAD SHX Text
SP1

AutoCAD SHX Text
223.1

AutoCAD SHX Text
SP1

AutoCAD SHX Text
219.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
202.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
228.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
205.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
220.1

AutoCAD SHX Text
SP4

AutoCAD SHX Text
019.4

AutoCAD SHX Text
STC-2.1

AutoCAD SHX Text
ER-2.1

AutoCAD SHX Text
1. ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ON THIS PLAN SHALL UTILIZE PLENUM RATED CABLE AND ROUTE WITHIN PLENUM SPACE ABOVE CEILING WITHIN D-RINGS OR J-HOOKS. REFER TO SPECIFICATIONS FOR SPACING AND CABLE REQUIREMENTS. 2. ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS SHALL TERMINATE WITHIN IT ROOM 220 AT STC-2.1. REFER TO SHEET EY600 FOR SINGLE LINE DIAGRAM. 3. ALL CAMERAS ON THIS PLAN SHALL UTILIZE PLANUM ALL CAMERAS ON THIS PLAN SHALL UTILIZE PLANUM RATED CABLE AND ROUTE WITHIN PLENUM SPACE ABOVE CEILING WITHIN D-RINGS OR J-HOOKS.  REFER TO SPECIFICATIONS FOR SPACING AND CABLE REQUIREMENTS. 4. ALL CAMERAS ON THIS PLAN SHALL TERMINATE IN IT ALL CAMERAS ON THIS PLAN SHALL TERMINATE IN IT ROOM 220 WITHIN EQUIPMENT RACK 2.1 (ER-2.1) AT NETWORK PATCH PANEL 2.1.  REFER TO EY600 FOR SINGLE LINE DIAGRAM.

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



A

1

1

2

2

4

4

3

3

9.1

9.1

15.1

15.1

15

15

K.1

B

4.3

4.3

4.2

4.2

5

5

7

7

13

13

14

14

H

10

10

3.1

3.1

B.2

9

9

11

11

F

12

12

8

8

4.1

4.1

2.1

2.1

2.2

2.2

B.3

B.1

13.2

13.24.4

14.1

14.1

A.1

LOBBY
301

CHIEFS OFFICE
304

UNASSIGNED
ADMIN

311

ADMIN OPS
MANAGER

310

DEPUTY CHIEF
309

DEPUTY CHIEF
308

EXEC ASST
305

OFFICE
315

MEETING ROOM
303

DEPUTY CHIEF
306

DEPUTY CHIEF
307

OFFICE
314

ELEC/ IT
319

RR
317

EXECUTIVE AREA
302

STAIR 2
019

L

C.1

G

K

6

6

E

13.1

5.1

5.1

STORAGE
320

STAIR 1
007

RR
316

COPY
318

C

D

J

STORAGE
321

CUSTODIAL
322

Roesling Nakamura
Terada Architects

Sheet           of                  Sheets

Sheet Name

Date:

Drawn By:

Checked By:

Sheet Number:

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

895.01

SANTA
BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

6/15/2022
DL
DS

CONSTRUCTION
DOCUMENTS

117 E CARRILLO ST,
SANTA BARBARA, CA

93101

No. Description Date

tel:      949-943-9422
web:  www.triadsdg.com

EY104

THIRD
FLOOR PLAN

DEVICE
LAYOUT

GENERAL NOTES:

ISSUE FOR BID 3/04/2024

AutoCAD SHX Text
SCALE IN FEET

AutoCAD SHX Text
16

AutoCAD SHX Text
32

AutoCAD SHX Text
8

AutoCAD SHX Text
0

AutoCAD SHX Text
3/32" = 1'

AutoCAD SHX Text
VC-3.01 EHD-F 180°-90°

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
VC-3.02 EHD-F 90°

AutoCAD SHX Text
2

AutoCAD SHX Text
EY510

AutoCAD SHX Text
3

AutoCAD SHX Text
EY510

AutoCAD SHX Text
TYP. FOR ALL 90°CAMERAS ON THIS  SHEET.

AutoCAD SHX Text
SP3

AutoCAD SHX Text
301.2

AutoCAD SHX Text
SP3

AutoCAD SHX Text
019.5

AutoCAD SHX Text
SP3

AutoCAD SHX Text
302.1

AutoCAD SHX Text
SP3

AutoCAD SHX Text
319.1

AutoCAD SHX Text
SP2

AutoCAD SHX Text
303.3

AutoCAD SHX Text
ER-3.1

AutoCAD SHX Text
STC-3.1

AutoCAD SHX Text
1. ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ON THIS PLAN SHALL UTILIZE PLENUM RATED CABLE AND ROUTE WITHIN PLENUM SPACE ABOVE CEILING WITHIN D-RINGS OR J-HOOKS. REFER TO SPECIFICATIONS FOR SPACING AND CABLE REQUIREMENTS. 2. ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS ALL ACCESS CONTROLLED DOORS AND DURESS BUTTONS SHALL TERMINATE WITHIN IT ROOM 319 AT STC-3.1 . REFER TO SHEET EY600 FOR SINGLE LINE DIAGRAM. 3. ALL CAMERAS ON THIS PLAN SHALL UTILIZE PLANUM ALL CAMERAS ON THIS PLAN SHALL UTILIZE PLANUM RATED CABLE AND ROUTE WITHIN PLENUM SPACE ABOVE CEILING WITHIN D-RINGS OR J-HOOKS.  REFER TO SPECIFICATIONS FOR SPACING AND CABLE REQUIREMENTS. 4. ALL CAMERAS ON THIS PLAN SHALL TERMINATE IN IT ALL CAMERAS ON THIS PLAN SHALL TERMINATE IN IT ROOM 319 WITHIN EQUIPMENT RACK 3.1 (ER-3.1) AT NETWORK PATCH PANEL 3.1.  REFER TO EY600 FOR SINGLE LINE DIAGRAM.

AutoCAD SHX Text
R

AutoCAD SHX Text
R

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



A

1 2 43 9.1 15.115

M

K.1

B

4.34.2 5 7 13 14

H

103.1

B.2

9 11

F

1284.12.1 2.2

B.3

B.1

13.2 14.1

A.1

L

C.1

G

K

6

E

5.1

C

D

J

Roesling Nakamura
Terada Architects

Sheet           of                  Sheets

Sheet Name

Date:

Drawn By:

Checked By:

Sheet Number:

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

895.01

SANTA
BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

6/15/2022
DL
DS

CONSTRUCTION
DOCUMENTS

117 E CARRILLO ST,
SANTA BARBARA, CA

93101

No. Description Date

tel:      949-943-9422
web:  www.triadsdg.com

EY105

ROOF PLAN
DEVICE
LAYOUTGENERAL NOTES:

ISSUE FOR BID 3/04/2024

AutoCAD SHX Text
SCALE IN FEET

AutoCAD SHX Text
16

AutoCAD SHX Text
32

AutoCAD SHX Text
8

AutoCAD SHX Text
0

AutoCAD SHX Text
3/32" = 1'

AutoCAD SHX Text
1.	NO WORK TO BE DONE ON ROOF. SHOW FOR CLARITY.NO WORK TO BE DONE ON ROOF. SHOW FOR CLARITY.

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



Roesling Nakamura
Terada Architects

Sheet           of                  Sheets

Sheet Name

Date:

Drawn By:

Checked By:

Sheet Number:

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

895.01

SANTA
BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

6/15/2022
DL
DS

CONSTRUCTION
DOCUMENTS

117 E CARRILLO ST,
SANTA BARBARA, CA

93101

No. Description Date

tel:      949-943-9422
web:  www.triadsdg.com

EY500

DOOR
DETAILS

GENERAL NOTES:

SP1 - TYPICAL CONDUIT REQUIREMENTS FOR SINGLE DOOR W/DPS 1

SP2 - TYPICAL CONDUIT REQUIREMENTS FOR DOUBLE DOOR W/ DPS 2

SP3 - TYPICAL CONDUIT REQUIREMENTS FOR SINGLE DOOR
W/ ELECTRIFIED MORTISE LOCK, READER, DPS, AND REX 3

SP4 - TYPICAL CONDUIT REQUIREMENTS FOR SINGLE DOOR
W/ELECTRIFIED EXIT HARDWARE, READER AND REX, DPS 4

GENERAL NOTES:GENERAL NOTES:

GENERAL NOTES:

ISSUE FOR BID 3/04/2024

AutoCAD SHX Text
REFER TO PLAN SHEET GENERAL NOTES FOR CABLE ROUTING TERMINATION LOCATIONS.

AutoCAD SHX Text
4"

AutoCAD SHX Text
1. VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  CONDUIT, BOXES AND EQUIPMENT SHALL BE MOUNTED ON SECURED SIDE OF PORTAL, UNLESS OTHERWISE NOTED. 2. CONDUITS MAY BE COMBINED.  IF COMBINED, CONDUITS MAY BE COMBINED.  IF COMBINED, CONTRACTOR SHALL ENSURE CONDUIT IS SIZED TO ACCEPT REQUIRED CONDUCTORS. 3. COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND FINISHES. 4. ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE NOTED. 5. DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE OF HARDWARE MAY VARY.

AutoCAD SHX Text
3/4"C STUB INTO DOOR FRAME (CONCEALED IN WALL)

AutoCAD SHX Text
MOUNT 6"x6"x4" J-BOX 6" A.F.C. OR  AS APPROVED BY THE ARCHITECT.

AutoCAD SHX Text
DOOR POSITION SWITCH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NTS

AutoCAD SHX Text
REFER TO PLAN SHEET GENERAL NOTES FOR CABLE ROUTING TERMINATION LOCATIONS.

AutoCAD SHX Text
4"

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NTS

AutoCAD SHX Text
REFER TO PLAN SHEET GENERAL NOTES FOR CABLE ROUTING TERMINATION LOCATIONS.

AutoCAD SHX Text
46" A.F.F.

AutoCAD SHX Text
4"

AutoCAD SHX Text
FINISHED CEILING

AutoCAD SHX Text
ELECTRIFIED TRANSFER HINGE

AutoCAD SHX Text
PROVIDE CONDUIT PATH  THROUGH DOOR FOR WIRE

AutoCAD SHX Text
FINISHED FLOOR

AutoCAD SHX Text
ELECTRIFIED MORTISE LOCK W/RX OPTION

AutoCAD SHX Text
CARD READER FLUSH MOUNT 4S J-BOX WITH SINGLE GANG RING

AutoCAD SHX Text
CONCEAL CONDUIT IN WALL  WHERE POSSIBLE (TYPICAL)

AutoCAD SHX Text
MOUNT 6"x6"x4" J-BOX 6" A.F.C OR  AS APPROVED BY THE ARCHITECT

AutoCAD SHX Text
DOOR POSITION SWITCH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NTS

AutoCAD SHX Text
8"

AutoCAD SHX Text
REFER TO PLAN SHEET GENERAL NOTES FOR CABLE ROUTING TERMINATION LOCATIONS.

AutoCAD SHX Text
ELECTRIFIED EXIT HARDWAR W/RX OPTION

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NTS

AutoCAD SHX Text
46" AFF

AutoCAD SHX Text
8"

AutoCAD SHX Text
FINISHED CEILING

AutoCAD SHX Text
FINISHED FLOOR

AutoCAD SHX Text
MOUNT 6"x6"x4" J-BOX 6" A.F.C. OR  AS APPROVED BY THE ARCHITECT.

AutoCAD SHX Text
DOOR POSITION SWITCH

AutoCAD SHX Text
FINISHED CEILING

AutoCAD SHX Text
FINISHED FLOOR

AutoCAD SHX Text
CARD READER FLUSH MOUNT 4S J-BOX WITH SINGLE GANG RING

AutoCAD SHX Text
CONCEAL CONDUIT IN WALL  WHERE POSSIBLE (TYPICAL)

AutoCAD SHX Text
MOUNT 6"x6"x4" J-BOX 6" A.F.C OR  AS APPROVED BY THE ARCHITECT

AutoCAD SHX Text
4"

AutoCAD SHX Text
DOOR POSITION SWITCH

AutoCAD SHX Text
ELECTRIFIED TRANSFER HINGE

AutoCAD SHX Text
PROVIDE CONDUIT PATH  THROUGH DOOR FOR WIRE

AutoCAD SHX Text
FINISHED CEILING

AutoCAD SHX Text
FINISHED FLOOR

AutoCAD SHX Text
1. VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  CONDUIT, BOXES AND EQUIPMENT SHALL BE MOUNTED ON SECURED SIDE OF PORTAL, UNLESS OTHERWISE NOTED. 2. CONDUITS MAY BE COMBINED.  IF COMBINED, CONDUITS MAY BE COMBINED.  IF COMBINED, CONTRACTOR SHALL ENSURE CONDUIT IS SIZED TO ACCEPT REQUIRED CONDUCTORS. 3. COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND FINISHES. 4. ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE NOTED. 5. DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE OF HARDWARE MAY VARY.

AutoCAD SHX Text
1. VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  CONDUIT, BOXES AND EQUIPMENT SHALL BE MOUNTED ON SECURED SIDE OF PORTAL, UNLESS OTHERWISE NOTED. 2. CONDUITS MAY BE COMBINED.  IF COMBINED, CONDUITS MAY BE COMBINED.  IF COMBINED, CONTRACTOR SHALL ENSURE CONDUIT IS SIZED TO ACCEPT REQUIRED CONDUCTORS. 3. COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND FINISHES. 4. ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE NOTED. 5. DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE OF HARDWARE MAY VARY.

AutoCAD SHX Text
1. VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  CONDUIT, BOXES AND EQUIPMENT SHALL BE MOUNTED ON SECURED SIDE OF PORTAL, UNLESS OTHERWISE NOTED. 2. CONDUITS MAY BE COMBINED.  IF COMBINED, CONDUITS MAY BE COMBINED.  IF COMBINED, CONTRACTOR SHALL ENSURE CONDUIT IS SIZED TO ACCEPT REQUIRED CONDUCTORS. 3. COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND FINISHES. 4. ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE NOTED. 5. DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE OF HARDWARE MAY VARY.

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



Roesling Nakamura
Terada Architects

Sheet           of                  Sheets

Sheet Name

Date:

Drawn By:

Checked By:

Sheet Number:

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

895.01

SANTA
BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

6/15/2022
DL
DS

CONSTRUCTION
DOCUMENTS

117 E CARRILLO ST,
SANTA BARBARA, CA

93101

No. Description Date

tel:      949-943-9422
web:  www.triadsdg.com

EY501

DOOR
DETAILS

SP5 - TYPICAL CONDUIT REQUIREMENTS FOR DOUBLE DOOR
W/ ELECTRIFED MORTISE LOCK, READER, DPS, AND REX 1

SP6 - TYPICAL CONDUIT REQUIREMENTS FOR DOUBLE DOOR
W/ ELECTRIFIED EXIT HARDWARE, READER, DPS, AND REX 2

GENERAL NOTES:

GENERAL NOTES:

SP7 - TYPICAL CONDUIT REQUREMENTS FOR ROLL-UP DOOR WITH DPS 3

GENERAL NOTES:

NOT USED 4

ISSUE FOR BID 3/04/2024

AutoCAD SHX Text
REFER TO PLAN SHEET GENERAL NOTES FOR CABLE ROUTING TERMINATION LOCATIONS.

AutoCAD SHX Text
46" A.F.F.

AutoCAD SHX Text
FIXED LEAF

AutoCAD SHX Text
ELECTRIFIED MORTISE LOCK W/RX OPTION

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NTS

AutoCAD SHX Text
8"

AutoCAD SHX Text
4"

AutoCAD SHX Text
46" A.F.F.

AutoCAD SHX Text
DOOR POSITION SWITCH

AutoCAD SHX Text
REFER TO PLAN SHEET GENERAL NOTES FOR CABLE ROUTING TERMINATION LOCATIONS.

AutoCAD SHX Text
FINISHED FLOOR

AutoCAD SHX Text
ELECTRIFIED EXIT HARDWARE W/RX OPTION

AutoCAD SHX Text
PROVIDE CONDUIT PATH THRU DOOR FOR CONTROL WIRE.   (TYPICAL)

AutoCAD SHX Text
MOUNT 6"x6"x4" J-BOX 6" A.F.C. OR AS APPROVED BY THE ARCHITECT.

AutoCAD SHX Text
FINISHED CEILING

AutoCAD SHX Text
POWER TRANSFER HINGE (TYP.)

AutoCAD SHX Text
CARD READER - FLUSH MOUNT  J-BOX WITH GANG RING

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NTS

AutoCAD SHX Text
POWER TRANSFER HINGE (TYP.)

AutoCAD SHX Text
PROVIDE CONDUIT PATH THRU DOOR FOR CONTROL WIRE.   (TYPICAL)

AutoCAD SHX Text
FINISHED CEILING

AutoCAD SHX Text
DOOR POSITION SWITCH

AutoCAD SHX Text
MOUNT 6"x6"x4" J-BOX 6" A.F.C. OR AS APPROVED BY THE ARCHITECT.

AutoCAD SHX Text
CONCEAL CONDUIT IN WALL  WHERE POSSIBLE (TYPICAL)

AutoCAD SHX Text
CARD READER - FLUSH MOUNT  J-BOX WITH GANG RING

AutoCAD SHX Text
CONCEAL CONDUIT IN WALL WHERE POSSIBLE (TYPICAL)

AutoCAD SHX Text
1. VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  CONDUIT, BOXES AND EQUIPMENT SHALL BE MOUNTED ON SECURED SIDE OF PORTAL, UNLESS OTHERWISE NOTED. 2. CONDUITS MAY BE COMBINED.  IF COMBINED, CONDUITS MAY BE COMBINED.  IF COMBINED, CONTRACTOR SHALL ENSURE CONDUIT IS SIZED TO ACCEPT REQUIRED CONDUCTORS. 3. COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND FINISHES. 4. ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE NOTED. 5. DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE OF HARDWARE MAY VARY.

AutoCAD SHX Text
FINISHED FLOOR

AutoCAD SHX Text
1. VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  CONDUIT, BOXES AND EQUIPMENT SHALL BE MOUNTED ON SECURED SIDE OF PORTAL, UNLESS OTHERWISE NOTED. 2. CONDUITS MAY BE COMBINED.  IF COMBINED, CONDUITS MAY BE COMBINED.  IF COMBINED, CONTRACTOR SHALL ENSURE CONDUIT IS SIZED TO ACCEPT REQUIRED CONDUCTORS. 3. COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND FINISHES. 4. ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE NOTED. 5. DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE OF HARDWARE MAY VARY.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NTS

AutoCAD SHX Text
REFER TO PLAN SHEET GENERAL NOTES FOR CABLE ROUTING TERMINATION LOCATIONS.

AutoCAD SHX Text
MOUNT 6"x6"x4" J-BOX AT 1'-0" ABOVE DOOR FRAME OR AS APPROVED BY THE ARCHITECT.

AutoCAD SHX Text
DOOR POSITION SWITCH SURFACE MOUNTED

AutoCAD SHX Text
ARMORED CABLE

AutoCAD SHX Text
SURFACE MOUNT 4S J-BOX 1'-6" A.F.F.  PROVIDE BLANK COVER PLATE.

AutoCAD SHX Text
1. VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  VIEW SHOWN IS FROM SECURED SIDE OF PORTAL.  CONDUIT, BOXES AND EQUIPMENT SHALL BE MOUNTED ON SECURED SIDE OF PORTAL, UNLESS OTHERWISE NOTED. 2. CONDUITS MAY BE COMBINED.  IF COMBINED, CONDUITS MAY BE COMBINED.  IF COMBINED, CONTRACTOR SHALL ENSURE CONDUIT IS SIZED TO ACCEPT REQUIRED CONDUCTORS. 3. COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND COORDINATE ALL MOUNTING LOCATIONS, ROUGH-IN AND FINISHES. 4. ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE ALL CONDUIT SHALL BE CONCEALED UNLESS OTHERWISE NOTED. 5. DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE DOOR HARDWARE SHOWN FOR REFERENCE ONLY.  TYPE OF HARDWARE MAY VARY.

AutoCAD SHX Text
SCALE:

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
03/29/2024



Roesling Nakamura
Terada Architects

Sheet           of                  Sheets

Sheet Name

Date:

Drawn By:

Checked By:

Sheet Number:

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

A
ll i

d
ea

s, 
ar

ra
ng

em
en

ts
 a

nd
 p

la
ns

 in
d

ic
at

ed
 o

r r
ep

re
se

nt
ed

 b
y 

th
is 

d
ra

w
in

g 
ar

e 
ow

ne
d

 b
y,

 a
nd

 th
e 

pr
op

er
ty

 o
f, 

Ro
es

lin
g 

N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
 a

nd
 w

er
e 

cr
ea

te
d

, e
vo

lv
ed

, a
nd

 d
ev

el
op

ed
 fo

r u
se

 o
n 

an
d

 in
 c

on
ne

ct
io

n 
w

ith
 th

e 
pr

oj
ec

t. 
N

on
e 

of
 su

ch
 id

ea
s, 

ar
ra

ng
em

en
ts

, o
r p

la
ns

 sh
al

l b
e 

us
ed

 b
y 

or
 d

isc
lo

se
d

 to
an

y 
pe

rs
on

, f
irm

, o
r c

or
po

ra
tio

n 
fo

r a
ny

 p
ur

po
se

 w
ha

ts
oe

ve
r w

ith
ou

t t
he

 w
rit

te
n 

pe
rm

iss
io

n 
of

 R
oe

sli
ng

 N
ak

am
ur

a 
Te

ra
d

a 
A

rc
hi

te
ct

s, 
In

c.
  F

ilin
g 

of
 th

es
e 

d
ra

w
in

gs
 o

r a
pp

lic
at

io
ns

 w
ith

 a
ny

 p
ub

lic
 a

ge
nc

y 
is 

no
t a

 p
ub

lic
at

io
n 

of
 sa

m
e.

  N
o 

re
pr

od
uc

tio
n 

is 
th

er
ef

or
e 

pe
rm

iss
ib

le
 w

ith
ou

t t
he

 w
rit

te
n 

co
ns

en
t o

f R
N

T.

895.01

SANTA
BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

6/15/2022
DL
DS

CONSTRUCTION
DOCUMENTS

117 E CARRILLO ST,
SANTA BARBARA, CA

93101

No. Description Date

tel:      949-943-9422
web:  www.triadsdg.com

EY510

CAMERA
DETAILS

CORNER MOUNT CAMERA 1

MOUNTS AND ADAPTER ISOMETRIC
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GENERAL NOTES:

ANCHOR SCHEDULE PER WALL TYPE:
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INTERIOR SURFACE WALL MOUNT CAMERA 1

GENERAL NOTES:

ANCHOR SCHEDULE PER WALL TYPE:

CEILING SURFACE MOUNT MINI DOME CAMERA 2

GENERAL NOTES:

ANCHOR SCHEDULE PER WALL TYPE:

GENERAL NOTES:

GOOSE NECK WALL MOUNTED MINI DOME CAMERA
W/ INTERNAL WALL CONDUIT ROUTING 4

ANCHOR SCHEDULE PER WALL TYPE:

GENERAL NOTES:

ANCHOR SCHEDULE PER WALL TYPE:

GOOSE NECK WALL MOUNTED MULTI-IMAGER CAMERA
W/EXTERNAL WALL CONDUIT ROUTING 3
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SCALE:
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NTS

AutoCAD SHX Text
SURFACE MOUNTED SIGNAL  CONDUIT.  SECURE CONDUIT WITHIN 12" OF DEVICE AND AT 4' INTERVALS.
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VANDAL RESISTANT DOME ENCLOSURE WITH INTEGRATED FIXED COLOR CAMERA (WEIGHT: 3.5 LBS.)

AutoCAD SHX Text
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KEY NOTES
PRECAST CONCRETE SLAB, SEE ELECTRICAL DRAWINGS

PARKING LOT, SEE CIVIL DRAWINGS

PHOTOVOLTAIC PANELS, SEE ARCHITECTURAL DRAWINGS

CURB, SEE CIVIL DRAWINGS

VEHICULAR RAMP, SEE CIVIL DRAWINGS

BUILDING, SEE ARCHITECTURAL DRAWINGS

ACCESSIBLE RAMP, SEE CIVIL DRAWINGS

STORMWATER BMP: BIOPOD BIOFILTRATION UNIT, SEE CIVIL
DRAWINGS

WALL, SEE ARCHITECTURAL AND STRUCTURAL DRAWINGS

EXPANSION JOINT (NO REBAR) BETWEEN PAVING AND
BUILDING, BETWEEN PAVING AND WALLS, TYP. INSTALL
DIRECTLY ABUTTING BUILDING/WALL (SHOWN OFFSET FROM
BUILDING/WALL FOR CLARITY ONLY)
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10

LANDSCAPE CONSTRUCTION LEGEND

KEY SYMBOL DESCRIPTION DETAIL
SAW CUT JOINT, TYP. A / LC-3.0

EXPANSION JOINT, TYP. A / LC-3.0

TYPE 1 CONCRETE
(PEDESTRIAN THICKNESS)

SEE CIVIL
DRAWINGS

TYPE 3 CONCRETE
(PEDESTRIAN THICKNESS)

SEE CIVIL
DRAWINGS

PA - PLANTING AREA, TYP. -

1. REFER TO SHEETS LC-1.1.1, LC-1.1.2, LC-1.1.3, LC-1.2.1 FOR
LANDSCAPE CONSTRUCTION PLANS, ENLARGEMENT PLANS, AND
LAYOUT PLANS.

2. REFER TO SHEET LC-2.0 FOR GENERAL CONSTRUCTION NOTES
AND SHEETS LC-2.1, LC-2.2 FOR LANDSCAPE CONSTRUCTION LEGEND.

3. REFER TO SHEETS LC-3.0 THROUGH LC-3.4 FOR LANDSCAPE
CONSTRUCTION DETAILS.

4. REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION.
5. SEE ELECTRICAL DRAWINGS FOR SITE LIGHTING PLANS.

SHEET NOTES

Know what's below.
Call before you dig.

Dig Alert

California South
Call Two Working Days Before You Dig!

811 / 800-227-2600

PA

PA

PA

PAPA

PA

PA

SEE SHEET LC-1.1.2 FOR PARKING
LOT COURTYARD ENLARGEMENT

SEE SHEET LC-1.1.2 FOR SOUTH
COURTYARD ENLARGEMENT

SEE SHEET LC-1.1.3 FOR MAIN LEVEL
COURTYARD ENLARGEMENT

SEE SHEET LC-1.1.2 FOR
STREETSCAPE ENLARGEMENT1
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(LOCATE AT
PROPERTY LINE,
DO NOT INCLUDE
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P-04

P-10

P-01

NOTE: UPON APPROVAL OF THE LANDSCAPE
DOCUMENTATION PACKAGE, SUBMIT A COPY OF THE
WATER EFFICIENT LANDSCAPE WORKSHEET ON
SHEET LI-2.0 TO THE LOCAL WATER PURVEYOR.
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SCALE: 1" =8'

KEY MAP

NOT TO SCALE

Know what's below.
Call before you dig.

Dig Alert

California South
Call Two Working Days Before You Dig!

811 / 800-227-2600

STREETSCAPE LANDSCAPE CONSTRUCTION AND
LAYOUT PLAN ENLARGEMENT

SOUTH COURTYARD LANDSCAPE CONSTRUCTION AND
LAYOUT PLAN ENLARGEMENT

PA

PARKING LOT COURTYARD LANDSCAPE CONSTRUCTION AND
LAYOUT PLAN ENLARGEMENT

KEY NOTES
DO NOT STABILIZE DECOMPOSED GRANITE WITHIN 6' DIA.
DASHED CIRCLE, TYP. (NO EDGER REQUIRED). NON
STABILIZED D.G. SHALL BE CENTERED AROUND TREES, SEE
LANDSCAPE PLANTING PLANS FOR TREE LOCATIONS.
CONTRACTOR SHALL ENSURE 4'-0" MIN. WIDTH OF
STABILIZED DG PATHWAY FOR ACCESSIBLE PATH. REFER TO
PLAN.

PARKING LOT, SEE CIVIL DRAWINGS

EV PEDESTAL OR FUTURE EV PEDESTAL, TYP.
SEE ELECTRICAL DRAWINGS

CURB, SEE CIVIL DRAWINGS

PARKING STRUCTURE RAMP AND WALLS, SEE CIVIL AND
ARCHITECTURAL DRAWINGS

BUILDING, SEE ARCHITECTURAL DRAWINGS

ACCESSIBLE RAMP, SEE CIVIL DRAWINGS

STORMWATER BMP, BIOPOD BIOFILTRATION UNIT, SEE CIVIL
DRAWINGS

STORM DRAIN, SEE CIVIL DRAWINGS

WALL, SEE ARCHITECTURAL AND STRUCTURAL DRAWINGS

EXPANSION JOINT (NO REBAR) BETWEEN PAVING AND
BUILDING, BETWEEN PAVING AND WALLS, TYP. INSTALL
DIRECTLY ABUTTING BUILDING/WALL (SHOWN OFFSET FROM
BUILDING/WALL FOR CLARITY ONLY)

WHEELCHAIR SPACE ADJACENT TO SEATING

RIGHT-OF-WAY

STAIR WITH HANDRAIL, SEE ARCHITECTURAL DRAWINGS

WALL WITH HANDRAIL, SEE ARCHITECTURAL DRAWINGS
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1. REFER TO SHEETS LC-1.1.1, LC-1.1.2, LC-1.1.3, LC-1.2.1 FOR
LANDSCAPE CONSTRUCTION PLANS, ENLARGEMENT PLANS, AND
LAYOUT PLANS.

2. REFER TO SHEET LC-2.0 FOR GENERAL CONSTRUCTION NOTES
AND SHEETS LC-2.1, LC-2.2 FOR LANDSCAPE CONSTRUCTION LEGEND.

3. REFER TO SHEETS LC-3.0 THROUGH LC-3.4 FOR LANDSCAPE
CONSTRUCTION DETAILS.

4. REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION.
5. SEE ELECTRICAL DRAWINGS FOR SITE LIGHTING PLANS.

SHEET NOTES
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LANDSCAPE CONSTRUCTION LEGEND

KEY SYMBOL DESCRIPTION DETAIL
SAW CUT JOINT, TYP. A / LC-3.0

EXPANSION JOINT, TYP. A / LC-3.0

DECOMPOSED GRANITE
(STABILIZED UNLESS
NOTED OTHERWISE)

B / LC-3.0

TYPE 1 CONCRETE
(PEDESTRIAN THICKNESS)

SEE CIVIL
DRAWINGS

TYPE 1 CONCRETE
(VEHICULAR THICKNESS)

SEE CIVIL
DRAWINGS

TYPE 2 CONCRETE
(PEDESTRIAN THICKNESS)

SEE CIVIL
DRAWINGS

CONCRETE HEADER B / LC-3.0

TYPE 1 PAVER (COLOR A) A / LC-3.1

TYPE 3 CONCRETE
(PEDESTRIAN THICKNESS)

SEE CIVIL
DRAWINGS

TREE GRATE C / LC-3.0

BIKE RACK D / LC-3.0

TYPE 1 FURN. MODULE -

TYPE 2 FURN. MODULE -

TYPE 3 FURN. MODULE -

TYPE 4 FURN. MODULE -

DECORATIVE CONCRETE
WALL

A / LC-3.3

PA - PLANTING AREA, TYP. -
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MAIN LEVEL COURTYARD LANDSCAPE CONSTRUCTION AND LAYOUT PLAN ENLARGEMENT
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PA

KEY NOTES
BUILDING, SEE ARCHITECTURAL DRAWINGS

WALL, SEE ARCHITECTURAL AND STRUCTURAL DRAWINGS

STAIR WITH HANDRAIL, SEE ARCHITECTURAL DRAWINGS

SHADE STRUCTURE/TRELLIS POST, SEE ARCHITECTURAL
DRAWINGS

SEE PLUMBING DRAWINGS FOR PLANTING AREA DRAINAGE,
TYP.

PAVER LAYOUT STARTING POINT, ALIGN PAVERS WITH
CORNER OF BUILDING/ WALL AS SHOWN.
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LANDSCAPE CONSTRUCTION LEGEND

KEY SYMBOL DESCRIPTION DETAIL
TYPE 1 PAVER (COLOR A) A / LC-3.1

TYPE 1 PAVER (COLOR B) A / LC-3.1

PLANTER WCR-602436 A / LC-3.2

PLANTER ROUND A / LC-3.2

TRASH AND RECYCLING
RECEPTACLE

-

PA - PLANTING AREA, TYP. -

1. REFER TO SHEETS LC-1.1.1, LC-1.1.2, LC-1.1.3, LC-1.2.1 FOR
LANDSCAPE CONSTRUCTION PLANS, ENLARGEMENT PLANS, AND
LAYOUT PLANS.

2. REFER TO SHEET LC-2.0 FOR GENERAL CONSTRUCTION NOTES
AND SHEETS LC-2.1, LC-2.2 FOR LANDSCAPE CONSTRUCTION LEGEND.

3. REFER TO SHEETS LC-3.0 THROUGH LC-3.4 FOR LANDSCAPE
CONSTRUCTION DETAILS.

4. REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION.
5. SEE ELECTRICAL DRAWINGS FOR SITE LIGHTING PLANS.
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LEVEL 2 ROOF DECK LANDSCAPE CONSTRUCTION PLAN ENLARGEMENT

LEVEL 3 ROOF DECK LANDSCAPE
CONSTRUCTION PLAN ENLARGEMENT

KEY MAP - LEVEL 2

NOT TO SCALE

KEY MAP - LEVEL 3

NOT TO SCALE

LEVEL 2 ROOF DECK LAYOUT PLAN ENLARGEMENT

LEVEL 3 ROOF DECK LAYOUT
PLAN ENLARGEMENT

LANDSCAPE CONSTRUCTION LEGEND

KEY SYMBOL DESCRIPTION DETAIL
TYPE 2 PAVER (COLOR A) A / LC-3.1

TYPE 2 PAVER (COLOR B) A / LC-3.1

PLANTER WCX-722436-90 A / LC-3.2

PLANTER WCX-482436-90 A / LC-3.2

PLANTER WCX-362436-90 A / LC-3.2

PLANTER WCR-723030 A / LC-3.2

PLANTER WCR-722448 A / LC-3.2

PLANTER WCR-482448 A / LC-3.2

PLANTER WCR-362448 A / LC-3.2

PLANTER WCR-362436 A / LC-3.2

PLANTER WCR-483636 A / LC-3.2

PLANTER WCR-601830 A / LC-3.2

PLANTER WCR-42.5 1830 A / LC-3.2

PLANTER WCR-90.5 1830 A / LC-3.2

TYPE 1 TABLE -

TYPE 2 TABLE -

TYPE 3 TABLE -

TYPE 4 TABLE -

PLANTER ROUND A / LC-3.2

COUNTER STOOL -

TYPE 1 FURN. MODULE -

TYPE 2 FURN. MODULE -

TYPE 3 FURN. MODULE

TYPE 5 FURN. MODULE -

CHAIR WITH ARMREST -

TRASH AND RECYCLING
RECEPTACLE

-

CUSTOM YARDBOX -

PA - PLANTING AREA, TYP. -

KEY NOTES
BUILDING, SEE ARCHITECTURAL DRAWINGS

DECK DRAIN, SEE PLUMBING DRAWINGS

PLANTER SCOOP, TYP. SEE MANUFACTURER'S PRODUCT
DATA SHEETS FOR ADDITIONAL INFORMATION

SHADE STRUCTURE/TRELLIS POST, SEE ARCHITECTURAL
DRAWINGS. CUT PAVERS TO FIT AROUND POST, 1/ 8" MAX.
GAP BETWEEN PAVERS AND POSTS, TYP. PROVIDE
ADDITIONAL SCREWJACK PEDESTALS AROUND POSTS
/BENEATH CUT PAVERS PER MANUFACTURER'S
RECOMMENDATIONS.

1" CLEAR BETWEEN PLANTER AND WALL
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1. REFER TO SHEETS LC-1.1.1, LC-1.1.2, LC-1.1.3, LC-1.2.1 FOR
LANDSCAPE CONSTRUCTION PLANS, ENLARGEMENT PLANS, AND
LAYOUT PLANS.

2. REFER TO SHEET LC-2.0 FOR GENERAL CONSTRUCTION NOTES
AND SHEETS LC-2.1, LC-2.2 FOR LANDSCAPE CONSTRUCTION LEGEND.

3. REFER TO SHEETS LC-3.0 THROUGH LC-3.4 FOR LANDSCAPE
CONSTRUCTION DETAILS.

4. REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION.
5. SEE ELECTRICAL DRAWINGS FOR SITE LIGHTING PLANS.

SHEET NOTES
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1. PRIOR TO BIDDING, THE CONTRACTOR SHALL CONFIRM CONDITIONS IN THE FIELD
AFFECTING THE COMPLETION OF CONSTRUCTION WORK AND REPORT
DISCREPANCIES TO THE OWNER'S REPRESENTATIVE .

2. PROTECT EXISTING UTILITIES, CURBS AND GUTTERS, AND STREET
IMPROVEMENTS DURING CONSTRUCTION.  ANY DAMAGED ITEMS SHALL BE
REPLACED TO MATCH EXISTING AT CONTRACTORS OWN EXPENSE.

3. CONTRACTOR SHALL LAYOUT AND FIELD VERIFY ALL DIMENSIONS OF SITE
ELEMENTS INCLUDING SCORELINES AND ALL RELATED WORK  PRIOR  TO
CONSTRUCTION.  ANY DISCREPANCIES SHALL BE BROUGHT TO THE ATTENTION
OF THE OWNER'S REPRESENTATIVE .  THE OWNER'S REPRESENTATIVE
RESERVES THE RIGHT TO MAKE ADJUSTMENTS IN THE FIELD.

4. WRITTEN DIMENSIONS TAKE PRECEDENCE OVER SCALING OF DRAWINGS.
ANGLES ARE AT 90 DEGREES UNLESS NOTED OTHERWISE.

5. WHERE CONFLICTS OCCUR BETWEEN GENERAL CONSTRUCTION NOTES,
DRAWINGS AND ACTUAL FIELD CONDITIONS, NOTIFY OWNER'S REPRESENTATIVE
FOR CLARIFICATION.  FAILURE TO PROVIDE NOTIFICATION MAY MAKE
CONTRACTOR LIABLE FOR COSTS INCURRED TO RECTIFY THE DISCREPANCY.

6. CONTRACTOR TO CONSULT WITH THE PROJECT'S OWNER'S REPRESENTATIVE,
APPROPRIATE AGENCIES, DIG ALERT, AND DRAWINGS TO VERIFY LOCATIONS OF
UNDERGROUND UTILITIES, PIPES AND RELATED STRUCTURES.  RESPONSIBILITY
FOR COSTS INCURRED DUE TO DAMAGE OF THE UTILITIES, PIPES OR
STRUCTURES SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR IF PROPER
VERIFICATION WAS NOT PERFORMED.

7. CONTRACTOR SHALL NOT WILLFULLY PROCEED WITH CONSTRUCTION
OPERATIONS WHEN IT IS OBVIOUS THAT UNKNOWN OBSTRUCTION AND GRADE
DIFFERENCES EXIST THAT MAY NOT HAVE BEEN KNOWN DURING THE DESIGN
PROCESS.  CONTRACTOR SHALL BRING SUCH CONDITIONS TO ATTENTION OF
OWNER'S REPRESENTATIVE IMMEDIATELY FOR RESOLUTION.  CONTRACTOR TO
ASSUME FULL RESPONSIBILITY FOR COSTS INCURRED AND REQUIRED
MODIFICATIONS DUE TO LACK OF PROVIDING SUCH NOTIFICATION.

8. ALL HARDSCAPE TO SLOPE AWAY FROM THE BUILDING, SEE GRADING PLANS.

9. FIELD VERIFY VERTICAL CONTROLS OF ALL CONSTRUCTION FEATURES AS SHOWN
ON THE CONSTRUCTION PLANS PRIOR TO POURING CONCRETE FLATWORK.

10. ENSURE THAT FINISHED GRADES HAVE BEEN SET CORRECTLY PRIOR TO
INSTALLING PAVING, CURBS AND OTHER STRUCTURES.

11. ENSURE THAT DRAIN LINES, IRRIGATION LATERAL AND MAINLINES, ELECTRICAL
CONDUIT SLEEVES, ETC., ARE IN PLACE PRIOR TO INSTALLATION OF PAVING AND
CURBS.

12. SEE CIVIL DRAWINGS FOR HARDSCAPE HORIZONTAL CONTROL, GRADING, AND
DRAINAGE INFORMATION.

GENERAL CONSTRUCTION NOTES

GENERAL
CONSTRUCTION

NOTES

LC-2.0

1. REFER TO SHEETS LC-1.1.1, LC-1.1.2, LC-1.1.3, LC-1.2.1 FOR
LANDSCAPE CONSTRUCTION PLANS, ENLARGEMENT PLANS, AND
LAYOUT PLANS.

2. REFER TO SHEET LC-2.0 FOR GENERAL CONSTRUCTION NOTES
AND SHEETS LC-2.1, LC-2.2 FOR LANDSCAPE CONSTRUCTION LEGEND.

3. REFER TO SHEETS LC-3.0 THROUGH LC-3.4 FOR LANDSCAPE
CONSTRUCTION DETAILS.

4. REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION.
5. SEE ELECTRICAL DRAWINGS FOR SITE LIGHTING PLANS.

SHEET NOTES
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LC-2.1

LANDSCAPE
CONSTRUCTION

LEGEND

LANDSCAPE CONSTRUCTION LEGEND
PAVING & SURFACING
KEY ITEM DESCRIPTION COLOR & FINISH NOTES & REMARKS SUPPLIER INFORMATION DETAIL

SAW CUT JOINT SAW CUT CONTROL JOINT
1/2" DEEP X 1/8" WIDE

- SAWCUT JOINTS SHALL EXTEND TO FACE OF WALLS, BUILDINGS, AND OTHER
STRUCTURES AND PAVING EDGES, TYPICAL. MAXIMUM JOINT SPACING SHALL NOT
EXCEED 10' O.C. REFER TO PLANS FOR LOCATIONS.

- A / LC-3.0

EXPANSION JOINT FIBER EXPANSION JOINT MATERIAL, STEEL
DOWEL WITH SLEEVE

SEALANT COLOR TO MATCH ADJACENT
PAVING, 3/8" WIDE EXPANSION MATERIAL

MAXIMUM JOINT SPACING SHALL NOT EXCEED 20' O.C., TYP. USE SIKAFLEX - 1A JOINT
SEALANT OVER NOMAFLEX POLYPROPYLENE JOINT FILLER PLANK OR POLYFOAM
POLYETHYLENE (AT CURVILINEAR JOINTS) BACKING MATERIAL. REFER TO PLANS FOR
LOCATIONS

SIKA CORPORATION
USA.SIKA.COM

A / LC-3.0

DECOMPOSED GRANITE
(STABILIZED UNLESS NOTED OTHERWISE)

STABILIZED DECOMPOSED GRANITE COLOR: BRIMSTONE INSTALL PER DETAILS AND SPECIFICATIONS. PROVIDE MOCK-UP PER SPECIFICATIONS. SOUTHWEST BOULDER & STONE
SOUTHWESTBOULDER.COM

B / LC-3.0

TYPE 1 CONCRETE
(PEDESTRIAN THICKNESS)

NATURAL GREY CONCRETE PAVING COLOR: NATURAL GRAY
FINISH: MEDIUM BROOM

CONTRACTOR SHALL PROVIDE MOCK UP PER SPECIFICATIONS WITH JOINTING AND
MEDIUM BROOM FINISH FOR OWNER'S REPRESENTATIVE TO REVIEW AND SELECT (1)
FINISH TO BE USED FOR ALL TYPE 1 CONCRETE. BROOM FINISH SHALL BE IN DIRECTION
PERPENDICULAR TO ADJACENT STREET TRAFFIC, TYP.

DAYTON SUPERIOR
DAYTONSUPERIOR.COM

SEE CIVIL
DRAWINGS

TYPE 1 CONCRETE
(VEHICULAR THICKNESS)

NATURAL GREY CONCRETE PAVING COLOR: NATURAL GRAY
FINISH: MEDIUM BROOM

TYPE 2 CONCRETE
(PEDESTRIAN THICKNESS)

INTEGRAL COLOR CONCRETE PAVING COLOR: PUEBLO BROWN
FINISH: TOPCAST #15 OR TOPCAST #25

CONTRACTOR SHALL PROVIDE MOCK UP PER SPECIFICATIONS WITH  JOINTING AND TOP
CAST #15 FINISH AND SHALL PROVIDE MOCK UP WITH JOINTING AND TOP CAST #25 FINISH
FOR OWNER'S REP. TO REVIEW AND SELECT (1) FINISH TO BE USED FOR ALL TYPE 2
CONCRETE.

DAVIS COLORS
PHONE:  (800) 356-4848
WEBSITE:  WWW.DAVISCOLORS.COM

CONCRETE HEADER CONCRETE HEADER WITH REBAR
REINFORCEMENT

COLOR: MATCH TYPE 3 CONCRETE
FINISH: MATCH TYPE 3 CONCRETE

INSTALL PER DETAILS AND SPECIFICATIONS. DAYTON SUPERIOR
DAYTONSUPERIOR.COM

B / LC-3.0

TYPE 1 PAVER (COLOR A)
TYPE 1 PAVER (COLOR B)

WESTERN PLAZA CONCRETE PAVER
SYSTEM

COLOR A: LATTE 24X24, SHOTBLAST
COLOR B: NATURAL 24X24, SHOTBLAST

INSTALL PER DETAILS AND SPECIFICATIONS, INSTALL PER MANUFACTURER'S
RECOMMENDATIONS

OLDCASTLE/BELGARD
PHIL GALLICCHIO, PHONE: 949.281.9692
PHIL.GALLICCHIO@OLDCASTLE.COM

A / LC-3.1

TYPE 2 PAVER (COLOR A)
TYPE 2 PAVER (COLOR B)

SILVERLAKE PORCELAIN PAVER SYSTEM COLOR A: RESIA 24X24
COLOR B: MORITZ 24X24

INSTALL PER DETAILS AND SPECIFICATIONS, INSTALL PER MANUFACTURER'S
RECOMMENDATIONS

A / LC-3.1

TYPE 3 CONCRETE
(PEDESTRIAN THICKNESS)

NATURAL GREY CONCRETE PAVING COLOR: NATURAL GRAY
FINISH: TOPCAST #03 OR TOPCAST #05

CONTRACTOR SHALL PROVIDE MOCK UP WITH  JOINTING AND TOP CAST #03 FINISH AND
SHALL PROVIDE MOCK UP WITH JOINTING AND TOP CAST #05 FINISH FOR OWNER'S REP.
TO REVIEW AND SELECT (1) FINISH TO BE USED FOR ALL TYPE 3 CONCRETE.

DAYTON SUPERIOR
DAYTONSUPERIOR.COM

SEE CIVIL
DRAWINGS

SITE FURNISHINGS
 TREE GRATE INTERLAKEN 4'X8' TREE GRATE, CAST IRON

(IX48-96I99TG), TYPE "E" FRAME
TREE GRATE/FRAME FINISH: BAKED ON OIL
FINISH

INSTALL PER DETAIL, PER MANUFACTURER'S RECOMMENDATIONS. IRON AGE GRATES, IRONAGEGRATES.COM
REP: TED JONSSON, PARKPACIFIC, 415.317.7275

C / LC-3.0

 BIKE RACK TANDEM BIKE RACK,
32" TALL (CIRCLEPVC)

FUSION ADV COLOR: TEXTURED BRONZE
MOUNTING: SURFACE MOUNT

INSTALL PER DETAIL, PER MANUFACTURER'S RECOMMENDATIONS. ANOVA FURNISHINGS
WWW.ANOVAFURNISHINGS.COM
REP. PHONE: (949) 285-0433
PRE. CONTACT: ERIKA EIFLER

D / LC-3.0

 PLANTER WCR-602436 WILSHIRE COLLECTION PLANTER,
60" X 24" X 36" TALL

COLOR: SHADOW
MATERIAL: GFRC "NATURAL SAND" FINISH
DRAINAGE AND IRRIGATION HOLES:
MANUFACTURER PROVIDED.

INSTALL PER DETAILS, PER MANUFACTURER'S RECOMMENDATIONS. TOURNESOL
TOURNESOL.COM

A / LC-3.2

PLANTER WCX-722436-78 WILSHIRE SCREEN PLANTER, 72" X 24" X 24"
TALL X 78" OVERALL HEIGHT ,  LASER CUT
SCREEN - STD PATTERN# 2

COLOR: SHADOW
MATERIAL: GFRC "NATURAL SAND" FINISH
SCREEN COLOR: SCREEN COLOR TO  MATCH
METAL WINDOW AS SELECTED BY
ARCHITECT FROM MANUFACTURER'S
STANDARD COLORS.
SCREEN POSITIONING: OFFSET
DRAINAGE AND IRRIGATION HOLES:
MANUFACTURER PROVIDED

INSTALL PER DETAILS, PER MANUFACTURER'S RECOMMENDATIONS.
NOTE SOME PLANTERS HAVE SCOOPS, SEE PLANS FOR LOCATIONS. OFFSET SCREEN
LOCATION AS SHOWN PER PLAN.

PLANTER WCX-482436-78 WILSHIRE SCREEN PLANTER, 48" X 24" X 24"
TALL X 78" OVERALL HEIGHT ,  LASER CUT
SCREEN - STD PATTERN# 2

PLANTER WCX-362424-78 WILSHIRE SCREEN PLANTER, CUSTOM
36" X 24" X 24" TALL X 78" OVERALL HEIGHT ,
LASER CUT SCREEN - STD PATTERN# 2

PLANTER WCR-723030 WILSHIRE COLLECTION PLANTER,
72" X 30" X 30" TALL

COLOR: SHADOW
MATERIAL: GFRC "NATURAL SAND" FINISH
DRAINAGE AND IRRIGATION HOLES:
MANUFACTURER PROVIDED.

INSTALL PER DETAILS, PER MANUFACTURER'S RECOMMENDATIONS.
NOTE SOME PLANTERS HAVE SCOOPS, SEE PLANS FOR LOCATIONS.

PLANTER WCR-722448 WILSHIRE COLLECTION PLANTER,
72" x 24" x 48" TALL

PLANTER WCR-482448 WILSHIRE COLLECTION PLANTER,
48" x 24" x 48" TALL

PLANTER WCR-362448 WILSHIRE COLLECTION PLANTER,
36" x 24" x 48" TALL

PLANTER WCR-362436 WILSHIRE COLLECTION PLANTER,
36" x 24" x 36" TALL

PLANTER WCR-483636 WILSHIRE COLLECTION PLANTER,
48" X 36" X 36" TALL

PLANTER WCR-601830 WILSHIRE COLLECTION PLANTER,
60" X 18" X 30" TALL

PLANTER WCR-42.5 1830 WILSHIRE COLLECTION PLANTER,  CUSTOM
42.5" X 18" X 30" TALL

PLANTER WCR-90.5 1830 WILSHIRE COLLECTION PLANTER, CUSTOM
45.75" X 18" X 30" TALL

P-01

P-02

P-03

P-04

P-05

P-06

P-07

P-08

P-09

S-03

S-02

S-01

S-04

S-05

S-06

S-07

S-11

S-12

S-13

S-14

S-15

P-10

1. REFER TO SHEETS LC-1.1.1, LC-1.1.2, LC-1.1.3, LC-1.2.1 FOR
LANDSCAPE CONSTRUCTION PLANS, ENLARGEMENT PLANS, AND
LAYOUT PLANS.

2. REFER TO SHEET LC-2.0 FOR GENERAL CONSTRUCTION NOTES
AND SHEETS LC-2.1, LC-2.2 FOR LANDSCAPE CONSTRUCTION LEGEND.

3. REFER TO SHEETS LC-3.0 THROUGH LC-3.4 FOR LANDSCAPE
CONSTRUCTION DETAILS.

4. REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION.
5. SEE ELECTRICAL DRAWINGS FOR SITE LIGHTING PLANS.

SHEET NOTES

S-08

S-09

S-10

NOTE:
1.   INSTALLATION OF ADDITIONAL ITEMS ON TOP OF DECK (I.E. PLANTERS, FURNISHINGS) SHALL BE

SUPPORTED DIRECTLY BY ADDITIONAL PEDESTALS THAT ARE IN ADDITION TO THE MAIN DECK
PAVER/ TILE PEDESTAL SYSTEM. FINAL QUANTITY OF ADDITIONAL PEDESTALS SHALL BE PER
PEDESTAL PAVER MANUFACTURER.
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W-01

LANDSCAPE CONSTRUCTION LEGEND
SITE FURNISHINGS
KEY ITEM DESCRIPTION COLOR & FINISH NOTES & REMARKS SUPPLIER INFORMATION DETAIL

TYPE 1 TABLE MIXX THERMORY COUNTER HEIGHT TABLE,
72" X 34" TALL, UNANCHORED (MIX2955T)

STEEL COLOR: TEXTURED PEWTER
WOOD SLAT COLOR: THERMORY

INSTALL PER MANUFACTURER'S RECOMMENDATIONS. ANOVA FURNISHINGS
WWW.ANOVAFURNISHINGS.COM
REP. PHONE: (949) 285-0433
PRE. CONTACT: ERIKA EIFLER

-

TYPE 2 TABLE MIXX 34" SQUARE THERMORY TABLE
34" SQ. X 31" TALL, UNANCHORED (MIX2925T)

STEEL COLOR: TEXTURED PEWTER
WOOD SLAT COLOR: THERMORY

INSTALL PER MANUFACTURER'S RECOMMENDATIONS. -

TYPE 3 TABLE RAUTSTER RTW152 PICNIC TABLE,
GALVANIZED STEEL, UNANCHORED

POWDERCOAT COLOR: PURE WHITE
WOOD: THERMALLY MODIFIED WOOD

INSTALL PER MANUFACTURER'S RECOMMENDATIONS.
MMCITÉ
MMCITE.COM

-

TYPE 4 TABLE RAUTSTER RTW181 PICNIC SET,
GALVANIZED STEEL, UNANCHORED

POWDERCOAT COLOR: PURE WHITE
WOOD: THERMALLY MODIFIED WOOD

INSTALL PER MANUFACTURER'S RECOMMENDATIONS. -

PLANTER ROUND HORUS ROUND CAST STONE PLANTER
36" DIA. X 38" TALL C19-HOR-R3638

COLOR: OXIDO,  MATERIAL: GFRC
2" DIA. DRAINAGE HOLE AND 2" DIA.
IRRIGATION HOLE TO BE PROVIDED BY
MANUFACTURER.

INSTALL PER DETAIL AND PER MANUFACTURER'S RECOMMENDATIONS.  VERIFY THAT THE
STANDARD DRAINAGE HOLE DIAMETER AND PROPOSED IRRIGATION HOLE DIAMETER IS
COMPATIBLE WITH THE  DRAINAGE ADAPTER PRIOR TO ORDERING.

PLANTERS UNLIMITED
PLANTERSUNLIMITED.COM

A / LC-3.2

COUNTER STOOL MIXX THERMORY COUNTER HEIGHT STOOL,
15" SQ. X 25" TALL, UNANCHORED (MIX2937T)

STEEL COLOR: TEXTURED PEWTER
WOOD SLAT COLOR: THERMORY

INSTALL PER MANUFACTURER'S RECOMMENDATIONS. ANOVA, SEE INFORMATION ABOVE -

TYPE 1 FURN. MODULE CLOSED MODULE CENTER (26" W.),
(733-11-111-63-00), W/ CUSHION, 20LB
WEIGHT

JANUSCOAT FINISH: PALLADIUM
CUSHION FABRIC: TAUPE II (MESH M2 COL.)

INSTALL PER MANUFACTURER'S RECOMMENDATIONS. FURNISH 20LB WEIGHT AND STRAP
FROM MANUFACTURER FOR EACH SECTION. USE GANGING CLIPS AS APPLICABLE.

JANUS ET CIE
JANUSETCIE.COM

-

TYPE 2 FURN. MODULE CLOSED MODULE CENTER WIDE (36.25" W.),
(733-11-112-40-00), W/ CUSHION, 20LB
WEIGHT

JANUSCOAT FINISH: PALLADIUM
CUSHION FABRIC: TAUPE II (MESH M2 COL.)

INSTALL PER MANUFACTURER'S RECOMMENDATIONS. FURNISH 20LB WEIGHT AND STRAP
FROM MANUFACTURER FOR EACH SECTION. USE GANGING CLIPS AS APPLICABLE.

-

TYPE 3 FURN. MODULE CLOSED MODULE CORNER (36.25" W.),
(733-11-113-63-00), W/ CUSHION, 20LB
WEIGHT

JANUSCOAT FINISH: PALLADIUM
CUSHION FABRIC: TAUPE II (MESH M2 COL.)

INSTALL PER MANUFACTURER'S RECOMMENDATIONS. FURNISH 20LB WEIGHT AND STRAP
FROM MANUFACTURER FOR EACH SECTION. USE GANGING CLIPS AS APPLICABLE.

-

TYPE 4 FURN. MODULE CLOSED OTTOMAN / TABLE WIDE 92,
(733-11-591-63-00), W/ 20LB WEIGHT

JANUSCOAT FINISH: PALLADIUM INSTALL PER MANUFACTURER'S RECOMMENDATIONS. -

TYPE 5 FURN. MODULE CLOSED OTTOMAN / TABLE X-WIDE 138,
(733-11-601-40-00), W/ 20 LB WEIGHT

JANUSCOAT FINISH: PALLADIUM INSTALL PER MANUFACTURER'S RECOMMENDATIONS. -

CHAIR WITH ARMREST ELEVATION THERMORY CHAIR WITH
ARMREST, UNANCHORED (ELV60T)

STEEL COLOR: TEXTURED PEWTER
WOOD SLAT COLOR: THERMORY

INSTALL PER MANUFACTURER'S RECOMMENDATIONS.

ANOVA, SEE INFORMATION ABOVE

-

TRASH AND RECYCLING RECEPTACLE 45 GALLON DUAL TRASH/RECYCLER WITH
SIDE DOOR

PANEL/LID COLOR: TEXTURED PEWTER
FRAME COLORS: TEXTURED SANDSTONE
LABEL 1: MIXED RECYCLING (WHITE
LETTERING)
LABEL 2: TRASH (WHITE LETTERING)

INSTALL PER MANUFACTURER'S RECOMMENDATIONS. -

CUSTOM YARDBOX WILSHIRE COLLECTION PLANTER,
48" x 30" x 30" TALL W/ CUSTOM HINGED LID
WITH LATCHING MECHANISM

COLOR: SHADOW
MATERIAL: BODY: GFRC "NATURAL SAND"
FINISH, THERMORY WOOD HINGED LID W/
STAINLESS STEEL LATCHING MECHANISM.
DRAINAGE HOLES: MANUFACTURER
PROVIDED, CONTRACTOR SHALL CORE
PENETRATIONS FOR IRRIGATION IN AND
OUT OF BOX IN THE FIELD, REFER TO
MANUFACTURER RECOMMENDATIONS.

MANUFACTURER TO PROVIDE DETAIL FOR SUBSEQUENT SUBMITTAL.

TOURNESOL
TOURNESOL.COM

-

SITE FURNISHINGS

DECORATIVE CONCRETE WALL CAST IN PLACE INTEGRAL COLOR
CONCRETE WALL

COLOR: PUEBLO BROWN
FINISH: TOPCAST #05

CONTRACTOR SHALL PROVIDE MOCK UP PER SPECIFICATIONS AND SHALL INCLUDE
JOINTING, FINISH, CORNERS, EDGES FOR OWNER'S REPRESENTATIVE TO REVIEW AND
APPROVE PRIOR TO POURING OF WALL. PROVIDE MATTE FINISH PERMASHIELD PREMIUM
5600 NON-SACRIFICIAL ANTI-GRAFFITI SEALANT ON ALL EXPOSED SURFACES, EXTEND 4"
MIN. BELOW FINISH GRADE, TYP.

DAYTON SUPERIOR
DAYTONSUPERIOR.COM

A / LC-3.3

S-16

S-17

S-18

S-19

S-21

S-22

S-23

S-24

S-25

S-20

S-26

S-27

S-28

1. REFER TO SHEETS LC-1.1.1, LC-1.1.2, LC-1.1.3, LC-1.2.1 FOR
LANDSCAPE CONSTRUCTION PLANS, ENLARGEMENT PLANS, AND
LAYOUT PLANS.

2. REFER TO SHEET LC-2.0 FOR GENERAL CONSTRUCTION NOTES
AND SHEETS LC-2.1, LC-2.2 FOR LANDSCAPE CONSTRUCTION LEGEND.

3. REFER TO SHEETS LC-3.0 THROUGH LC-3.4 FOR LANDSCAPE
CONSTRUCTION DETAILS.

4. REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION.
5. SEE ELECTRICAL DRAWINGS FOR SITE LIGHTING PLANS.

SHEET NOTES

S-29

NOTES:
1.   INSTALLATION OF ADDITIONAL ITEMS ON TOP OF DECK (I.E. PLANTERS, FURNISHINGS) SHALL BE

SUPPORTED DIRECTLY BY ADDITIONAL PEDESTALS THAT ARE IN ADDITION TO THE MAIN DECK
PAVER/ TILE PEDESTAL SYSTEM. FINAL QUANTITY OF ADDITIONAL PEDESTALS SHALL BE PER
PEDESTAL PAVER MANUFACTURER.

2.   CONTRACTOR SHALL FIELD MEASURE TO VERIFY ALL DIMENSIONS OF ALL PLANTERS AND PROVIDE
DIMENSIONS TO MANUFACTURER PRIOR TO SUBMITTAL AND ORDERING.
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NOTES:

1. FOR CONCRETE THICKNESS AND INSTALLATION DETAILS OTHER THAN
JOINTING, REFER TO CIVIL DRAWINGS

2. SPACE EXPANSION JOINTS PER PLANS (20' O.C. MAX.), SPACE CONTROL
JOINTS PER PLANS (10' O.C. MAX.)

3. WHERE CONCRETE ABUTS WALLS, BUILDING, STRUCTURES, ETC. PROVIDE
CONTINUOUS EXPANSION JOINT MATERIAL (SEALED, NO DOWEL), TYP.

4. SEE LANDSCAPE CONSTRUCTION LEGEND.

LEGEND

CONCRETE PAVING PER PLANS, REFER TO CIVIL DRAWINGS FOR
DETAILS

NOMAFLEX POLYPROPYLENE JOINT BACKER MATERIAL OR POLYFOAM
BACKER MATERIAL (TO BE USED AROUND CURVES)

SIKAFLEX - 1A JOINT SEALANT, COLOR TO MATCH ADJACENT
HARDSCAPE SURFACE

1/8" RADIUS, TYP.

FACE OF WALL, BUILDING, OR STRUCTURE - WHERE OCCURS. DO NOT
PROVIDE A REBAR DOWEL (I.E. DO NOT CONNECT
WALL/BUILDING/STRUCTURE TO SITE PAVING)

EXPANSION JOINT WIDTH:
PEDESTRIAN PAVEMENT - 3/8"

CONCRETE REINFORCING PER CIVIL DRAWINGS

SAWCUT JOINT PER PLANS. 1/2" DEPTH FOR PEDESTRIAN PAVING, 3/4"
DEPTH FOR VEHICULAR PAVING. STOPPING JOINT SHORT OF GRATES,
WALLS, BUILDING, ETC. IS UNACCEPTABLE

#4 REBAR DOWEL WITH "SPEED DOWEL" PLASTIC SLEEVE #PSD1/2X5LT.
SPACE DOWELS AT 12" O.C.

1

2

3

4

5

6

7

8

9

SAW CUT JOINT
1/8"

81 7

6

539 7 1244

EXPANSION JOINT

NOT TO SCALE

NOTES:

1. STABILIZED DECOMPOSED GRANITE SURFACE SHALL BE
MAINTAINED SO THAT A LEVEL, FIRM, STABLE, RESISTANT SURFACE
IS PROVIDED. RE-APPLY STABILIZER PER MANUFACTURER'S
RECOMMENDATIONS (EVERY 5-10 YEARS)

2. REFER TO GRADING PLANS FOR GRADES AND SLOPES.
3. REFER TO LANDSCAPE CONSTRUCTION LEGEND FOR COLOR.
4. INSTALL STABILIZER PER MANUFACTURER'S RECOMMENDATIONS.
5. SEE LANDSCAPE CONSTRUCTION PLANS FOR LOCATION OF

DECOMPOSED GRANITE THAT SHALL NOT BE STABILIZED.

LEGEND

PROVIDE 1/8" RADIUS AT TOP EDGES AND CORNERS, TYP.

FINISHED SURFACE

FINISH GRADE IN PLANTER AREAS, SEE DETAIL F, LP-3.0.

STABILIZED DECOMPOSED GRANITE, 95% MIN. RELATIVE
COMPACTION. EXCEPTION: SEE NOTE #5 BELOW.

PERMEABLE WEED BLOCKING LANDSCAPE FABRIC. TENCATE
MIRAFI 140N OR APPROVED EQUAL. INSTALL BELOW STABILIZED
DECOMPOSED GRANITE AND WRAP FABRIC UP FACE OF
HARDSCAPE, HOLD 2" BELOW FINISHED GRADE, TYP. SECURE
FABRIC WITH 6" LONG STAINLESS STEEL "U" STAKES AT 24" O.C.
AT ALL EDGES

SUBSOIL, 95% MIN. RELATIVE COMPACTION. EXCEPTION: IN
AREAS THAT ARE NOT STABILIZED, COMPACTION SHALL BE 85%
MIN. RELATIVE COMPACTION.

CONCRETE HEADER, 6" TALL X 6" WIDE. COLOR/FINISH SHALL
MATCH ADJACENT CONCRETE. PROVIDE SAW CUT JOINTS AND
EXPANSION JOINTS PER PLANS. WHERE HEADER INTERSECTS
WALL PROVIDE EXPANSION JOINT (NO REBAR).

PROVIDE (1) #3 REBAR CONT. CENTERED IN HEADER, TYP.

1

2

3

4

5

6

7

8

 4
"

10
"

3

7

EQ. EQ.

6", TYP.

FLUSH

1

4

2

5

6

8

2"

NOTES:

1. INSTALL PER MANUFACTURER'S
RECOMMENDATIONS, INCLUDING
BUT NOT LIMITED TO "H" SUPPORT
SADDLE, STAKING, BOLT DOWN
SCREWS, FRAME, ETC.

2. SEE LANDSCAPE CONSTRUCTION
LEGEND.

C
SECTION
TREE GRATE

NOT TO SCALE

3 
3/

4"

2"

LEGEND

TREE GRATE

TYPE "E" EMBED PERIMETER
FRAME PER MANUFACTURER'S
RECOMMENDATIONS

3/8" DIA. @ 18" O.C. MAX. BAR PER
FRAME MANUFACTURER'S
RECOMMENDATIONS, TYP.

3/8" SIZE PEA GRAVEL, INSTALL TO
BOTTOM EDGE OF TREE GRATE AS
SHOWN. COLOR SHALL BE
BROWN/TAN/BEIGE, TYP.

FINISHED SURFACE

PAVING, COMPACTED SUBGRADE
PER CIVIL DRAWINGS

THICKENED EDGE,  REFER TO
CIVIL ENGINEER PLANS.

1

2

3

4

5

6

7

FLUSH 3

2

5

4

1

66

D
SECTION | PLAN | AXONOMETRIC
BIKE RACK

SCALE: 1" = 1'

SECTION

PLAN

AXONOMETRIC 

NOTES:

1. INSTALL PER MANUFACTURER'S RECOMMENDATIONS.
2. SEE LANDSCAPE CONSTRUCTION LEGEND.

LEGEND

BIKE RACK: 2.38" O.D. X 12 GAUGE WALL STEEL TUBING

1/4" THICK STEEL MOUNTING PLATE WITH (3) 1/2" DIA.
PRE-DRILLED HOLES EACH SIDE

3/8" X 3" LONG STAINLESS STEEL EXPANSION BOLT, (6) PER BIKE
RACK

FINISHED SURFACE

PAVING, COMPACTED SUBGRADE PER CIVIL DRAWINGS

1

2

3

4

5

2'
-8

1 4"

73
4"

1

2

4

3

2

1

55

1

2

2'-117
8"

7

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
3/29/2024



A
SECTION | PLAN
TYPE 1 AND TYPE 2 PAVER

SCALE: 1" = 1'

NOTES:

1. INSTALLATION SHALL BE COMPLETED IN
ACCORDANCE WITH BISON INNOVATIVE
PRODUCTS SPECIFICATIONS.

2. "ADHERE" - INSTALLER SHALL ADHERE
WITH POLYURETHANE CONSTRUCTION
ADHESIVE, TYP.

3. INSTALLATION OF ADDITIONAL ITEMS ON
TOP OF DECK (I.E. PLANTERS,
FURNISHINGS) SHALL BE SUPPORTED
DIRECTLY BY ADDITIONAL PEDESTALS
THAT ARE IN ADDITION TO THE MAIN DECK
PAVER/TILE PEDESTAL SYSTEM. FINAL
QUANTITY OF ADDITIONAL PEDESTALS
SHALL BE PER PEDESTAL PAVER
MANUFACTURER.

4. SEE ARCHITECTURAL DRAWINGS:
TREMCO OVERBURDEN WARRANTY
COVERS PEDESTALS AND PAVERS,
TREMCO PROTECTION COURSE SHALL BE
PROVIDED BENEATH PEDESTALS, TYP.

LEGEND

TYPE 1 OR TYPE 2 PAVER, SEE PLANS
FOR LOCATIONS

REMOVE EXTRA TABS ON PEDESTALS
AROUND PERIMETER AS NEEDED, TYP.

TOP OF DECK ELEVATION

TOP OF PEDESTAL ELEVATION

CAVITY HEIGHT VARIES (AS MEASURED
FROM TOP OF MEMBRANE TO BOTTOM
OF PAVERS):
-MAIN COURTYARD / LEVEL 2: 4" MIN.
-LEVEL 3: 1-1/2" MIN.
SEE ARCHITECTURAL AND STRUCTURAL
DRAWINGS.

SCREWJACK PEDESTAL

LD4 SLOPE COMPENSATION/LEVELING
BASE

CUT EDGE SHALL BE LOCATED AT
PERIMETER, TYP.

WALL PLASTER FINISH, SEE
ARCHITECTURAL DRAWINGS

SEE ARCHITECTURAL DRAWINGS FOR
DRAINAGE BOARD, PROTECTION
COURSE, HOT FLUID-APPLIED
WATERPROOFING, SHEETING, SEALANT,
ETC. DO NOT INSTALL FROM THIS DETAIL.

ADHERE CUT PAVERS TO THE TOP OF
PEDESTAL, TYPE. SEE "ADHERE" NOTES
BELOW

REINSERT REMOVED TABS AND ADHERE
IN BETWEEN PAVERS TO MAINTAIN
SPACING, TYP. SEE "ADHERE" NOTES
BELOW

DECK DRAIN, SEE ARCHITECTURAL AND
PLUMBING DRAWINGS

FIB FOUNDATION

1/4" THICK STEEL PLATE

ULTRA LOW TAB SPACER

ADDITIONAL PEDESTALS TO SUPPORT
STEEL PLATE/PAVERS AT ROOF DRAIN
LOCATIONS

DASHED LINE INDICATES WHERE
FINISHED SURFACE OF DECK PLANES
INTERSECT FOR DRAINAGE, SEE
ARCHITECTURAL DRAWINGS

1

2

3

4

5

6

7

8

9
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CUT PAVER PERIMETER PLACEMENT
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2

9
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7

1010101010

1

83/16" MAX. GAP

5
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1010101010

1

NARROW CUT PAVER PERIMETER PLACEMENT

2

12

11

5

3
4

6

7

10101010

1

DRAIN PEDESTAL PLACEMENT

14

13

15

16

DRAIN PEDESTAL PLACEMENT - PLAN

16

1717

1717

6

1

(BENEATH)

(BENEATH)

(BENEATH)

(BENEATH)

13

15

(BENEATH)

(BENEATH)

18 (BENEATH)

SCREWJACK /
ACCESSORIES

HD50 FIXED HEIGHT

HD75 FIXED HEIGHT

C4   2 1/2" - 4" 4" COUPLER

LD4 1/4" PER FOOT BASE LEVELER
DISK

B11

FFB

FLOATING
FOUNDATION

BASE
12" x 12" x 1/4"

FIB

FLOATING
INSULATION

BASE
12" x 12" x 11/16"

MODEL
NUMBER

RANGE OF
ADJUSTMENT DESCRIPTION

B4

B3

B2

B1

4 3/4" - 7 3/4"

3" - 4 3/4"

2" - 3"

1 1/4" - 2"

ADJUSTABLE
PEDESTAL

ADJUSTABLE
PEDESTAL

ADJUSTABLE
PEDESTAL

ADJUSTABLE
PEDESTAL

ADDS

ADDS 2 1/2" - 4"

ADDS 1/2"

ADDS 3/4"

ADDS 3/8"

ADDS 1/16"

ADDS 1/4"

ADDS 11/16"

PS1 RIGID SHIMADDS 1/8"

FLEXIBLE SHIM
SOUND

DAMPENING

HD25 FIXED HEIGHTADDS 1/4"

VT316 ULTRA LOW
FIXED HEIGHTADDS 1/8"

-

-

-

-

-

-

-

-

-

-

-

-

B SERIES SCREWJACK PEDESTAL TABLE

SECTION
SECTION SECTION

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
3/29/2024



LC-3.2

LANDSCAPE
CONSTRUCTION

DETAILS

Roesling Nakamura
Terada Architects

Sheet           of                  Sheets

Sheet Name

Date

Drawn by:

Checked by:

Sheet Number

363 Fifth Avenue, Ste. 202
San Diego, California
P619.233.1023
F619.233.0016
www.RNTarchitects.com

895.01

SANTA
BARBARA

PROBATION

COUNTY OF
SANTA

BARBARA

1/26/2024
DJ
JH

BID SET

No. Description Date

3916 Normal Street

San Diego, CA 92103
619.294.4477 | www.ktua.com

1/29/2024

L
I C

E N S E D  L A N D S C A P E  A R C H I T EC T

S T A T E  O F  C A L I F O R N
I A

BR
OOKE  J P  WHA LEN  5 175

Renewal Date

Date

Signature

09/30/2024

12/15/20231 PC1
1/26/20242 PC2

A
SECTION | PLAN
PLANTER, PLANTER ROUND

SCALE: 1" = 1'

2

1

CONDITION: PEDESTAL PAVERS

3/16" MAX.
GAP

LEGEND

TYPE 1 OR TYPE 2 PAVER, SEE PLANS FOR LOCATIONS

TOP OF PLANTER POT SHALL BE INSTALLED LEVEL, TYP. TOP ELEVATION OF PLANTER
POT SHALL MATCH THE ELEVATION OF ADJACENT SAME SIZED PLANTER POTS, TYP.

TOP OF DECK ELEVATION

CUT EDGE SHALL BE LOCATED AT PERIMETER, TYP.

WALL PLASTER FINISH, SEE ARCHITECTURAL DRAWINGS

SEE ARCHITECTURAL DRAWINGS FOR ADDITIONAL INFORMATION. DO NOT INSTALL
FROM THIS DETAIL.

PLANTER OR PLANTER ROUND, COLOR/FINISH PER LANDSCAPE CONSTRUCTION
LEGEND. INSTALL PLUMB, TYP.

GREENLITE SOIL, RECOMMEND INSTALLING IN LIFTS AND WATERING IN THE SOIL, AS
GREENLITE SOIL TENDS TO SETTLE. INSTALL PER MANUFACTURER'S
RECOMMENDATIONS

EPS15 ATLAS LIGHTWEIGHT GEOFOAM, SLOPE TOP SURFACE TO DRAIN AS SHOWN
TOWARD HOLE IN GEOFOAM, TYP.

CORE DRILL HOLE IN GEOFOAM TO CREATE VOID AS SHOWN, FILL WITH CLEAN,
WASHED PEA GRAVEL FOR DRAINAGE. ALIGN WITH PLANTER DRAIN HOLES, TYP.

DRAINBOARD

EPS15 ATLAS LIGHTWEIGHT GEOFOAM, CUT IN WEDGE SHAPE TO ACCOMMODATE
SLOPING WATERPROOFING SO THAT TOP OF PLANTER IS INSTALLED LEVEL, TYP.
SECURE PLANTER TO GEOFOAM USING EXTERIOR RATED, WATER RESISTANT FOAM
COMPATIBLE ADHESIVE, LOCTITE 300 FOAMBOARD, OR EQUAL. ENSURE PLANTER
DRAINAGE IS NOT INHIBITED/BLOCKED BY ADHESIVE, TYP.

ALIGN GAPPING WITH PLANTER HOLES SO THAT WATER DRAINS FREELY FROM
PLANTERS. GAPPING SHALL BE ORIENTED PARALLEL TO SLOPE OF WATERPROFFING,
TYP.

EMBEDDED GUSSET (SUPPORT FOR SIDE WALLS), NUMBER AND PLACEMENT VARIES,
AS APPLICABLE PER MANUFACTURER.

MULCH, SEE LANDSCAPE PLANTING PLAN

MANUFACTURER SUPPLIED DRAIN HOLE(S) AND MANUFACTURER SUPPLIED HOLE FOR
IRRIGATION SUPPLY, QUANTITY OF DRAIN HOLES VARIES BASED UPON PLANTER SIZE.
PROVIDE  TOURNESOL TA-100 ADAPTER FOR EACH DRAIN HOLE AND IRRIGATION
SUPPLY HOLE. CONTRACTOR TO VERIFY WITH MANUFACTURER.

CLEAN, WASHED PEA GRAVEL FOR DRAINAGE

PROVIDE FILTER FABRIC AS SHOWN. COMPLETELY SURROUND PEA GRAVEL WITH
FILTER FABRIC, OVERLAPPING ENDS 6" MIN., TYP. EXTEND FABRIC UP SIDES OF
PLANTER POT AND HOLD FABRIC DOWN  FROM TOP OF PLANTER POT AS SHOWN, TYP.

SEE SECTION A FOR ADDITIONAL INFORMATION, TYP.

1" DIA. UVR PVC DRAIN PIPE, SECURE TO PLANTER WITH THREADED TA-100 ADAPTER
AND RUN PIPING ON TOP OF WATERPROOFING TO NEAREST ROOF DRAIN, DAYLIGHT
1/2" PAST PERIMETER OF DRAIN. LEVEL 3: CORE DRILL PAVERS TO PROVIDE HOLE 1/2"
DIA. LARGER THAN EACH PLANTER POT DRAIN HOLE, TYP. DRAINAGE WILL DRAIN
DIRECTLY ONTO WATERPROOFING.

CORE DRILL PAVER TO ACCEPT PVC DRAIN PIPE, IRRIGATION SUPPLY LINE AN
CORNER BRACES. ALIGN CORE DRILL WITH HOLES IN PLANTER. REFER TO IRRIGATION
DETAILS FOR IRRIGATION SUPPLY LINE.

SCREWJACK PEDESTAL, SEE DETAILS ON SHEET LC-3.1

PROVIDE (3) MIN. ADDITIONAL SCREWJACK PEDESTALS DIRECTLY BENEATH PLANTER,
TRIANGULATE AS SHOWN AROUND CORE DRILL. FINAL QUANTITY OF ADDITIONAL
PEDESTALS SHALL BE PER PEDESTAL PAVER MANUFACTURER

MAIN COURTYARD ONLY: PROVIDE (2) GALV. STEEL CORNER BRACES PER DRAIN HOLE,
6"x6"x1" WIDTH, CUT TO FIT AS SHOWN. EPOXY TO UNDERSIDE OF PAVER AND ALIGN
PRIMARY DRAIN HOLE OVER BRACES AND INSTALL PLANTER.

REINSERT REMOVED TABS AND ADHERE TO PAVER TO MAINTAIN SPACING,  ADHERE
WITH POLYURETHANE CONSTRUCTION ADHESIVE, TYP.

SEE IRRIGATION PLANS FOR IRRIGATION SUPPLY LINE.

1
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3

4
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6

7

8

9

10

11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

5%5%

18
", 

TY
P

.

4" DIA.

3" TO BOTTOM OF
PLANTER, TYP.

3/16"
MAX.
GAP

2"
,

TY
P

.

3

4

5

66666

15

7

8

14

10

14

17

16

18

12

11
2" GAPPING BENEATH
PLANTER POTS, TYP.

16

13

RECT. PLANTER GEOFOAM GAPPING 

5%5%

PLANTER ROUND

(BENEATH)

3/16" MAX. GAP AT
TOP OF PLANTER

PLANTER ROUND - PLAN

9

1

3

66666

1818181819

1818181819

5%5%

7

5

1

16

21

20

NOTES:

1. SEE SHEET LC-3.1. FOR PEDESTAL AND PAVER INFORMATION.
2. INSTALLATION OF ADDITIONAL ITEMS ON TOP OF DECK (I.E. PLANTERS, FURNISHINGS) SHALL

BE SUPPORTED DIRECTLY BY ADDITIONAL PEDESTALS THAT ARE IN ADDITION TO THE MAIN
DECK PAVER/TILE PEDESTAL SYSTEM. FINAL QUANTITY OF ADDITIONAL PEDESTALS SHALL
BE PER PEDESTAL PAVER MANUFACTURER.

3. REFER TO ARCHITECT DRAWINGS FOR ELEMENTS TO BE INSTALLED BELOW
PEDESTALS INCLUDING WATERPROOFING AND PROTECTION LAYERS AS APPLICABLE.

5

1

16

21

7

23

22

(BENEATH)

(BENEATH)

RECTANGULAR PLANTER

CONDITION: PEDESTAL PAVERS

CONDITION: PEDESTAL PAVERS

CONDITION: PEDESTAL PAVERS

25

SECTION A

S
E

C
TI

O
N

 B

SECTION D

CONDITION: PEDESTAL PAVERS

5%5%
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", 
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P

.

4" DIA.

2"
,

TY
P

.

5

15

7

8

14

10

14

17

2"

16

18

11

9

RECTANGULAR PLANTER
MAIN COURTYARD

SECTION C
LEVEL 2 AND 3 ROOF DECKS

SECTION B
MAIN COURTYARD (PUBLIC)

1 2"

2"
1 2"

26

26

26

3/16"

20

(IRRIGATION SUPPLY LINE
NOT SHOWN FOR CLARITY)

(IRRIGATION SUPPLY LINE
NOT SHOWN FOR CLARITY)

1

3

4

66666

25

20

20

MAIN COURTYARD ONLY

24

CORNER BRACE ENLARGEMENT

2"
, T

Y
P

.

24
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LEGEND

WALLS, SEE ARCHITECTURAL DRAWINGS

PAVERS, SEE DETAIL A / LC-3.1

WEEP HOLES IN WALL, SEE ARCHITECTURAL DRAWINGS

TOP OF DECK ELEVATION

PLANTING AREA, TYP.

MULCH, SEE LANDSCAPE PLANTING PLAN

GREENLITE SOIL, INSTALL PER MANUFACTURER'S RECOMMENDATIONS. IT IS
RECOMMENDED TO INSTALL IN LIFTS AND WATERING IN THE SOIL, AS GREENLITE SOIL
TENDS TO SETTLE.

CLEAN, WASHED PEA GRAVEL FOR DRAINAGE, 2" THICKNESS

PROVIDE FILTER FABRIC AS SHOWN. COMPLETELY SURROUND PEA GRAVEL WITH FILTER
FABRIC, OVERLAPPING ENDS 6" MIN.

TREE ROOT BALL, SEE PLANTING DETAILS ON SHEET LP-3.0

STANDPIPE DRAIN, SEE DETAIL B, THIS SHEET

SEE ARCHITECTURAL DRAWINGS FOR WATERPROOFING, VAPOR BARRIER, CONCRETE
DECK, COVER BOARD, AND INSULATION. DO NOT INSTALL FROM THIS DETAIL.

3/8" STAINLESS STEEL EYEBOLT EMBEDDED 3" (4 PER TREE PLANTER) TO ATTACH GUY
WIRE PER DETAIL A/LP-3.1

1

2

3

4

5

6

7

8

9

10

11

12

13

A
SECTION
TYPICAL PLAZA PLANTERS

SCALE: 1" = 1'

B
SECTION
PLAZA PLANTER DRAINAGE

SCALE: 2" = 1'

1'

V
A

R
IE

S
, S

E
E

 A
R

C
H

IT
E

C
TU

R
A

L 
D

W
G

S

1'

LEGEND

BRONZE DOME COVERED WITH STAINLESS STEEL MESH
SCREEN

BODY WITH 4" THREADED OUTLET CONNECTION

4" DIAMETER PVC PERFORATED STANDPIPE WITH FILTER
FABRIC

3/8" DIAMETER HOLES

STANDPIPE THREADED TO DOME

STAINLESS STEEL MESH SCREEN

SECURED CAST IRON DOME

CLAMPING COLLAR WITH INTEGRAL GRAVEL GUARD

SEE ARCHITECTURAL DRAWINGS FOR  WATERPROOFING,
VAPOR BARRIER, CONCRETE DECK, COVER BOARD, AND
INSULATION. DO NOT INSTALL FROM THIS DETAIL.

6" THICKNESS OF CLEANED, WASHED 3/4" GRAVEL

DRAIN TO APPROVED OUTLET PER PLUMBING ENGINEER

FILTER FABRIC. WRAP AROUND PERFORATED STANDPIPE

LIQUID MEMBRANE COLLAR AROUND DRAIN ASSEMBLY,
PER ARCHITECTURAL AND PLUMBING DRAWINGS

1

2

3

4

5

6

7

8

9

10
11

12
13

NOTES:

1. REFER TO PLUMBING PLANS AND DETAILS FOR ALL
PLANTER DRAIN LOCATIONS.
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LEGEND

INTEGRAL COLOR CAST IN PLACE CONCRETE WALL.
SLOPE TOP OF WALL TO DRAIN AS SHOWN, TYP. SEE
LANDSCAPE CONSTRUCTION SCHEDULE FOR
COLOR/FINISH INFORMATION. FINISH SHALL EXTEND
9" MIN. BELOW FINISHED GRADE/SURFACE.

1/4" RADIUS ON CORNERS AND EDGES, TYP.

DECOMPOSED GRANITE (STABILIZED), SEE DETAIL B /
LC-3.0

FINISHED SURFACE

PLANTING AREA, TYP.

COMPACTED SUBGRADE. OVER EXCAVATED TO THE
MINIMUM PROPOSED FOOTING ELEVATION OR TO
COMPETENT MATERIAL, WHICHEVER IS GREATEST.
THE EXPOSED SURFACE SHALL BE SCARIFIED TO A
DEPTH OF 12", MOISTURE CONDITIONED TO SLIGHTLY
ABOVE OPTIMUM MOISTURE CONTENT AND
COMPACTED TO A RELATIVE COMPACTION OF 90%
(ASTM D1557), SEE GEOTECHNICAL REPORT FOR
ADDITIONAL INFORMATION

1/2" DEPTH SAW CUT JOINT. PROVIDE ON FRONT,
TOP, BACK SIDES AND EXTEND TO FOOTER, TYP.

(6) TREE LOCATIONS, ALIGN WITH SAW CUT JOINTS
AS SHOWN, TYP.

#4 TIES @ 12" O.C.

CONT. (4) #5 EA. FACE

STEP DOWN IN HEIGHT BETWEEN WALL SEGMENTS
"A" AND "B". EACH SEGMENT SHALL BE MAXIMUM
HEIGHT IDENTIFIED IN DETAIL. REFER ALSO TO CIVIL
GRADING AND DRAINAGE PLAN FOR ELEVATIONS.

1

2

3

4

5

6

7

8

9

10

11

2%

A
PLAN | SECTION
DECORATIVE CONCRETE WALL

SCALE: VARIES

PLAN
SCALE: 1/4" = 1'

11
'- 

1/
2"

4"

17
'-3

 1
/4

"
3'

-1
"

23'- 6 1/2"

2'-31
2"4"11'-71

8"4"

SECTION
SCALE: 1" = 1'

NOTES:

1. WHEN CONCRETE HEADER/CONCRETE
INTERSECTS WALL, PROVIDE EXPANSION
JOINT (NO REBAR), TYP.

2. SEE CIVIL DRAWINGS FOR TOP OF WALL
ELEVATIONS. TOP OF WALL ELEVATION
SHALL REMAIN CONSTANT AND ADJACENT
FINISHED SURFACE ELEVATION SHALL
VARY, TYP. SEE CIVIL DRAWINGS FOR
GRADING INFORMATION.

3. CONCRETE FINISH SHALL BE FREE FROM
IRREGULARITIES, FORM MARKS, AND
HONEYCOMBING, TYP.

4. SEE SPECIFICATIONS FOR REQUIRED
MOCK-UPS.

5. SEE MATERIALS AND FINISH SCHEDULE FOR
ANTI-GRAFFITI COATING.

1'
-6

" M
A

X
.

2'-0"

4

3

1

2

6

5

1

3
77 777777

8

NORTH

2'
-6

"
1'

3" CLR,
TYP.

9

9

10

SEE DETAIL 8 / S-305 FOR CORNER CONDITION
SEE DETAIL 4 / S-300 FOR LAP SPLICES

11

7

SEGMENT A

SEGMENT B
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NORTH

4020100

SCALE: 1" = 20'

Know what's below.
Call before you dig.

Dig Alert

California South
Call Two Working Days Before You Dig!

811 / 800-227-2600

SEE SHEET LI-1.1.2 FOR MAIN LEVEL
SOUTH COURTYARD ENLARGEMENT

SEE SHEET LI-1.1.5 FOR MAIN LEVEL
COURTYARD ENLARGEMENT

SEE SHEET LI-1.1.2 FOR
STREETSCAPE ENLARGEMENTPROPERTY LINE

PROPERTY LINE

G
A

R
D

E
N

 S
TR

E
E

T

SHEET NOTES
1. REFER TO LI-1.1.2 THROUGH LI-1.2.1 FOR ENLARGEMENT PLANS.
2. REFER TO SHEET LI-2.0 AND LI-3.0 FOR IRRIGATION NOTES,

CALCULATIONS AND LEGEND.
3. REFER TO SHEETS LI-4.0 THROUGH LI-8.0 FOR IRRIGATION

DETAILS.

IRRIGATION REFERENCE LEGEND

SYMBOL DESCRIPTION

DRIP FLUSH VALVE (MANUAL OPERATION)

DRIP OPERATION INDICATOR

SUB SURFACE DRIPLINE

SEE SHEET LI-1.1.4 FOR MAIN LEVEL
SOUTH PARKING LOT ENLARGEMENT

SEE SHEET LI-1.1.3 FOR MAIN LEVEL
NORTH PARKING LOT ENLARGEMENT

R
IG

H
T 
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F 

W
A

Y

LI-1.1.3

LI-1.1.4
LI-1.1.2

LI-1.1.5

LI-1.1.2
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IRRIGATION REFERENCE LEGEND

SYMBOL DESCRIPTION

P.O.C. POINT OF CONNECTION

WATER METER

BACKFLOW PREVENTION ASSEMBLY

MASTER VALVE

FLOW METER

MANIFOLD ISOLATION VALVE

MAINLINE ISOLATION VALVE

ELECTRIC REMOTE CONTROL VALVE

DRIP REMOTE CONTROL VALVE ASSEMBLY

QUICK COUPLING VALVE

LATERAL LINE

MAINLINE

PIPE SLEEVE

WIRE CONDUIT

PULLBOX- SPARE WIRE BOX

CHECK VALVE

DRIP AIR / VACUUM RELIEF VALVE

DRIP FLUSH VALVE (MANUAL OPERATION)

DRIP OPERATION INDICATOR

TREE MICRO-SPRAY  (2 PER TREE)

TREE BUBBLER (UNDER TREE GRATE)  (2 PER TREE)

SUB SURFACE DRIPLINE

ON SURFACE DRIPLINE

DRIP TO PVC LINE TRANSITION FITTINGS

M

P

 

KEY NOTES
IRRIGATION POC (POINT OF CONNECTION), REFER TO CIVIL
PLANS FOR METER

CORE THROUGH WALL FOR IRRIGATION WATER SUPPLY LINE
TO BACKFLOW PREVENTER, REFER TO ARCHITECT AND
PLUMBING PLANS.

IRRIGATION MAINLINE AND WIRE CONDUIT TO RUN THROUGH
PARKING GARAGE ADJACENT TO FIRE WATER LINE,
COORDINATE PLUMBING AND ARCHITECT PLANS. ALL
IRRIGATION MAINLINE ATTACHED TO STRUCTURE SHALL BE
COPPER PIPE. REFER TO PLUMBING PLANS FOR IN
STRUCTURE PIPING.

PROVIDE TEMPORARY BLOCK OUT IN WALL AT IRRIGATION
LINE LOCATION TO ALLOW SPACE FOR PIPE PENETRATION
THROUGH WALL.

1

2

3

4

SHEET NOTES
1. REFER TO SHEET LI-1.1.1 FOR MAIN LEVEL IRRIGATION PLAN.
2. REFER TO SHEET LI-2.0 AND LI-3.0 FOR IRRIGATION LEGEND,

NOTES, AND CALCULATIONS.
3. REFER TO SHEETS LI-4.0 THROUGH LI-9.0 FOR IRRIGATION

DETAILS.
4. IRRIGATION MAINLINE, BUBBLER HEADS AND EQUIPMENT ARE

SHOWN DIAGRAMMATICALLY FOR CLARITY. MAINLINE AND
VALVES SHALL NOT BE PLACED IN NON-PLANTER AREAS.
INSTALL MAINLINE WHENEVER POSSIBLE 18" FROM WALKS,
CURBS AND WALLS.

5. REFER TO SHEET LI-1.1.3 FOR CONTROLLER "A" LOCATION.
6. ALL PENETRATIONS THROUGH WALLS OR STRUCTURES

SHOULD BE SEALED WITH NON-HARDENING WATERPROOF
SEALANT.

LATERAL PIPE SIZING GUIDE

0 - 7 GPM - 3/4"
8 - 14 GPM - 1"

UNLESS NOTED OTHERWISE, SIZE LATERAL PIPE AS FOLLOWS:
15 - 20 GPM - 1-1/4"

1

3

4

2

G
A

R
D

E
N

 S
T.

R
IG

H
T 
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F 

W
A

Y

SOUTH COURTYARD
IRRIGATION PLAN
ENLARGEMENT

STREETSCAPE
IRRIGATION PLAN
ENLARGEMENT

MAIN LEVEL SOUTH COURTYARD IRRIGATION PLAN ENLARGEMENT

IRRIGATION MAINLINE SHOWN
DIAGRAMMATICALLY. INSTALL
WITHIN PROPERTY BOUNDARY,
REFER TO SHEET NOTE 4.

LI-1.1.3

LI-1.1.4
LI-1.1.2

LI-1.1.5

LI-1.1.2

CV

1"

1"

MATCHLINE - SEE SHEET LI-1.1.5
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F 

W
A

Y

4

1"

3/4"

3/4"

4

4
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P.O.C.

A2
1.21" DRIP

SHRUB

SHRUB
DRIP

A19
2.361"

A18
41"

TREE
BUBBLER

SHRUB
DRIP

 

 

 

 
 

 

 

 

 

1"

1"

1"
1"

1"

A20
0.81"

TREE
MICRO-SPRAY
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3.31"

.
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Call before you dig.
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MATCHLINE - SEE SHEET LI-1.1.4

KEY MAP

NOT TO SCALE

KEY MAP

NOT TO SCALE

KEY NOTES
IRRIGATION MAINLINE AND WIRE CONDUIT TO RUN THROUGH
PARKING GARAGE ADJACENT TO FIRE WATER LINE,
COORDINATE WITH PLUMBING AND ARCHITECT PLANS. ALL
EXPOSED MAINLINE SHALL BE COPPER PIPE.

IRRIGATION CONTROLLER "A". CONNECT WIRES TO ALL
VALVE LOCATIONS ON DEDICATED IRRIGATION METER

1

2

1

2

PROPERTY LINE

P
R

O
P

E
R

TY
 L

IN
E

LI-1.1.3

LI-1.1.4
LI-1.1.2

LI-1.1.5

LI-1.1.2

IRRIGATION REFERENCE LEGEND

SYMBOL DESCRIPTION

P.O.C. POINT OF CONNECTION

CONTROLLER

MANIFOLD ISOLATION VALVE

MAINLINE ISOLATION VALVE

ELECTRIC REMOTE CONTROL VALVE

DRIP REMOTE CONTROL VALVE ASSEMBLY

QUICK COUPLING VALVE

LATERAL LINE

MAINLINE

PIPE SLEEVE

WIRE CONDUIT

PULLBOX- SPARE WIRE BOX

CHECK VALVE

DRIP AIR / VACUUM RELIEF VALVE

DRIP FLUSH VALVE (MANUAL OPERATION)

DRIP OPERATION INDICATOR

TREE MICRO-SPRAY (2 PER TREE)

TREE BUBBLER (DEEP ROOT) (2 PER TREE)

SUB SURFACE DRIPLINE

DRIP TO PVC LINE TRANSITION FITTINGS

A

P

 

CV

1"

1"

LATERAL PIPE SIZING GUIDE

0 - 7 GPM - 3/4"
8 - 14 GPM - 1"

UNLESS NOTED OTHERWISE, SIZE LATERAL PIPE AS FOLLOWS:
15 - 20 GPM - 1-1/4"

SHEET NOTES
1. REFER TO SHEET LI-1.1.1 FOR MAIN LEVEL IRRIGATION PLAN.
2. REFER TO SHEET LI-2.0 AND LI-3.0 FOR IRRIGATION LEGEND,

NOTES, AND CALCULATIONS.
3. REFER TO SHEETS LI-4.0 THROUGH LI-9.0 FOR IRRIGATION

DETAILS.
4. IRRIGATION MAINLINE, BUBBLER HEADS AND EQUIPMENT ARE

SHOWN DIAGRAMMATICALLY FOR CLARITY. MAINLINE AND
VALVES SHALL NOT BE PLACED IN NON-PLANTER AREAS.
INSTALL MAINLINE WHENEVER POSSIBLE 18" FROM WALKS,
CURBS AND WALLS.

5. REFER TO SHEET LI-1.1.3 FOR CONTROLLER "A" LOCATION.
6. ALL PENETRATIONS THROUGH WALLS OR STRUCTURES

SHOULD BE SEALED WITH NON-HARDENING WATERPROOF
SEALANT.
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Know what's below.
Call before you dig.

Dig Alert
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Call Two Working Days Before You Dig!
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PROPERTY LINE
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TY
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1

IRRIGATION MAINLINE SHOWN
DIAGRAMMATICALLY. INSTALL
WITHIN PROPERTY BOUNDARY,
REFER TO SHEET NOTE 4.

LI-1.1.3

LI-1.1.4
LI-1.1.2

LI-1.1.5

LI-1.1.2

IRRIGATION REFERENCE LEGEND

SYMBOL DESCRIPTION

P.O.C. POINT OF CONNECTION

MANIFOLD ISOLATION VALVE

MAINLINE ISOLATION VALVE

ELECTRIC REMOTE CONTROL VALVE

DRIP REMOTE CONTROL VALVE ASSEMBLY

QUICK COUPLING VALVE

LATERAL LINE

MAINLINE

PIPE SLEEVE

WIRE CONDUIT

PULLBOX- SPARE WIRE BOX

CHECK VALVE

DRIP AIR / VACUUM RELIEF VALVE

DRIP FLUSH VALVE (MANUAL OPERATION)

DRIP OPERATION INDICATOR

TREE MICR0-SPRAY  (2 PER TREE)

SUB SURFACE DRIPLINE

DRIP TO PVC LINE TRANSITION FITTINGS

P

 

CV

1"

1"

LATERAL PIPE SIZING GUIDE

0 - 7 GPM - 3/4"
8 - 14 GPM - 1"

UNLESS NOTED OTHERWISE, SIZE LATERAL PIPE AS FOLLOWS:
15 - 20 GPM - 1-1/4"

SHEET NOTES
1. REFER TO SHEET LI-1.1.1 FOR MAIN LEVEL IRRIGATION PLAN.
2. REFER TO SHEET LI-2.0 AND LI-3.0 FOR IRRIGATION LEGEND,

NOTES, AND CALCULATIONS.
3. REFER TO SHEETS LI-4.0 THROUGH LI-9.0 FOR IRRIGATION

DETAILS.
4. IRRIGATION MAINLINE, BUBBLER HEADS AND EQUIPMENT ARE

SHOWN DIAGRAMMATICALLY FOR CLARITY. MAINLINE AND
VALVES SHALL NOT BE PLACED IN NON-PLANTER AREAS.
INSTALL MAINLINE WHENEVER POSSIBLE 18" FROM WALKS,
CURBS AND WALLS.

5. REFER TO SHEET LI-1.1.3 FOR CONTROLLER "A" LOCATION.
6. ALL PENETRATIONS THROUGH WALLS OR STRUCTURES

SHOULD BE SEALED WITH NON-HARDENING WATERPROOF
SEALANT.
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MAIN LEVEL COURTYARD LANDSCAPE IRRIGATION PLAN ENLARGEMENT
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1

KEY MAP

NOT TO SCALE

KEY MAP

NOT TO SCALE

KEY NOTES
IRRIGATION MAINLINE AND WIRE CONDUIT TO RUN THROUGH
PARKING GARAGE ADJACENT TO FIRE WATER LINE,
COORDINATE WITH PLUMBING AND ARCHITECT PLANS. ALL
EXPOSED MAINLINE SHALL BE COPPER PIPE.

CONNECT WIRES TO CONTROLLER A. REFER TO PLUMBING
PLANS FOR CONDUIT/ LI-1.1.3 FOR CONTROLLER A LOCATION.

PROVIDE TEMPORARY BLOCK OUT IN WALL AT IRRIGATION
LINE LOCATION TO ALLOW SPACE FOR PIPE PENETRATION
THROUGH WALL.

INSTALL LIVE ROOF 24" X 3" PIPE RUNNERS ABOVE
WATERPROOFING LAYER TO STABILIZE LATERAL LINE ON
STRUCTURE. PIPE SHALL NOT SAG GREATER THAN 1/4". USE
BLACK PLASTIC CABLE TIE TO SECURE PIPE TO RUNNER AS
NEEDED, MIN. 2 TIES PER SECTION OF RUNNER.
MANUFACTURER: LIVE ROOF, LLC.
PHONE: 1-800-875-1392

1

2

3

4

2

LI-1.1.3

LI-1.1.4
LI-1.1.2

LI-1.1.5

LI-1.1.2

IRRIGATION REFERENCE LEGEND

SYMBOL DESCRIPTION

P.O.C. POINT OF CONNECTION

MANIFOLD ISOLATION VALVE

MAINLINE ISOLATION VALVE

ELECTRIC REMOTE CONTROL VALVE

DRIP REMOTE CONTROL VALVE ASSEMBLY

QUICK COUPLING VALVE

LATERAL LINE

MAINLINE

PIPE SLEEVE

WIRE CONDUIT

PULLBOX- SPARE WIRE BOX

CHECK VALVE

DRIP AIR / VACUUM RELIEF VALVE

DRIP FLUSH VALVE (MANUAL OPERATION)

DRIP OPERATION INDICATOR

TREE MICRO-SPRAY  (2 PER TREE)

SUBSURFACE DRIPLINE

ON SURFACE DRIPLINE

DRIP TO PVC LINE TRANSITION FITTINGS

ON SURFACE DRIPLINE ( IN POT)

P

 

CV

1"

1"

(IN ROUND
POT)

LATERAL PIPE SIZING GUIDE

0 - 7 GPM - 3/4"
8 - 14 GPM - 1"

UNLESS NOTED OTHERWISE, SIZE LATERAL PIPE AS FOLLOWS:
15 - 20 GPM - 1-1/4"

SHEET NOTES
1. REFER TO SHEET LI-1.1.1 FOR MAIN LEVEL IRRIGATION PLAN.
2. REFER TO SHEET LI-2.0 AND LI-3.0 FOR IRRIGATION LEGEND,

NOTES, AND CALCULATIONS.
3. REFER TO SHEETS LI-4.0 THROUGH LI-9.0 FOR IRRIGATION

DETAILS.
4. IRRIGATION MAINLINE, BUBBLER HEADS AND EQUIPMENT ARE

SHOWN DIAGRAMMATICALLY FOR CLARITY. MAINLINE AND
VALVES SHALL NOT BE PLACED IN NON-PLANTER AREAS.
INSTALL MAINLINE WHENEVER POSSIBLE 18" FROM WALKS,
CURBS AND WALLS.

5. REFER TO SHEET LI-1.1.3 FOR CONTROLLER "A" LOCATION.
6. REFER TO SHEET LI-1.1.2 FOR WATER SOURCE LOCATION.
7. ALL PENETRATIONS THROUGH WALLS OR STRUCTURES

SHOULD BE SEALED WITH NON-HARDENING WATERPROOF
SEALANT.

3

3

MATCHLINE - SEE SHEET LI-1.1.3

4
TYP.

4
TYP.

MATCHLINE - SEE SHEET LI-1.1.2
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LEVEL 3 ROOF DECK
IRRIGATION
PLAN ENLARGEMENT

KEY MAP - LEVEL 2

NOT TO SCALE

KEY MAP - LEVEL 3

NOT TO SCALE

NORTH

16840

SCALE: 1" =8'

LEVEL 2 ROOF DECK IRRIGATION PLAN ENLARGEMENT

KEY NOTES
IRRIGATION POC (POINT OF CONNECTION), REFER TO
PLUMBING PLANS FOR 3/4" WATER CONNECTION.

INSTALL LIVE ROOF 24" X 3" PIPE RUNNERS ABOVE
WATERPROOFING LAYER TO STABILIZE LATERAL LINE ON
STRUCTURE. PIPE SHALL NOT SAG GREATER THAN 1/4". USE
BLACK PLASTIC CABLE TIE TO SECURE PIPE TO RUNNER AS
NEEDED, MIN. 2 TIES PER SECTION OF RUNNER.
MANUFACTURER: LIVE ROOF, LLC.
PHONE: 1-800-875-1392

TOURNESOL CUSTOM YARD BOX. REFER TO ROOF DECK
IRRIGATION POINT OF CONNECTION EQUIPMENT DETAIL ( A /
LI-7.0)  FOR INSTALLATION. REFER TO LANDSCAPE
CONSTRUCTION PLANS FOR ENCLOSURE.

1

2

3

SHEET NOTES
1. REFER TO SHEETS LI-1.1.1, LI-1.1.2, LI-1.1.3, LI-1.1.4, LI-1.1.5, LI-1.2.1

FOR MAIN LEVEL IRRIGATION PLANS.
2. REFER TO SHEETS LI-2.0 AND LI-3.0 FOR IRRIGATION LEGEND,

NOTES, AND CALCULATIONS.
3. REFER TO SHEETS LI-4.0 THROUGH LI-9.0 FOR IRRIGATION DETAILS.
4. IRRIGATION MAINLINE, LATERAL LINE, BUBBLER HEADS AND

EQUIPMENT ARE SHOWN DIAGRAMMATICALLY FOR CLARITY.
LATERAL LINE SHALL RUN UNDER PEDESTAL PAVERS.

POINT OF CONNECTION: 2

SERVICE CONNECTION LINE SIZE:
FLOW METER:

PEAK DEMAND:
REQUIRED WATER PRESSURE:

ESTIMATED LANDSCAPE AREA (SQ. FT):
ESTIMATED LANDSCAPE AREA (ACRE):

3/4"
3/4"
7.6 GPM
60 PSI
96
0.003

POINT OF CONNECTION: 3

SERVICE CONNECTION LINE SIZE:
FLOW METER:

PEAK DEMAND:
REQUIRED WATER PRESSURE:

ESTIMATED LANDSCAPE AREA (SQ. FT):
ESTIMATED LANDSCAPE AREA (ACRE):

3/4"
3/4"
6.2 GPM
60 PSI
73
0.002

DRIP
SHRUBB1

7.61"

DRIP
SHRUBC1

6.21"

IRRIGATION REFERENCE LEGEND

SYMBOL DESCRIPTION

P.O.C. # POINT OF CONNECTION

CONTROLLER

BACKFLOW PREVENTION ASSEMBLY

MASTER VALVE

FLOW METER

MANIFOLD ISOLATION VALVE

MAINLINE ISOLATION VALVE

DRIP REMOTE CONTROL VALVE ASSEMBLY

QUICK COUPLING VALVE

LATERAL LINE

MAINLINE

PIPE SLEEVE

WIRE CONDUIT

PULLBOX- SPARE WIRE BOX

DRIP AIR / VACUUM RELIEF VALVE

DRIP FLUSH VALVE (MANUAL OPERATION)

DRIP OPERATION INDICATOR

ON SURFACE DRIPLINE

DRIP TO PVC LINE TRANSITION FITTINGS

ON SURFACE DRIP (IN POT)

P

 

1"

1"

B C

B2
0.531" DRIP

SHRUB

IN ROUND POT

1

1

LATERAL PIPE SIZING GUIDE

0 - 7 GPM - 3/4"
8 - 14 GPM - 1"

UNLESS NOTED OTHERWISE, SIZE LATERAL PIPE AS FOLLOWS:
15 - 20 GPM - 1-1/4"

2
TYP.

2

TYP.

3

3
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LANDSCAPE
IRRIGATION NOTES

LI-2.0

GENERAL NOTES:

1. THESE SYSTEMS ARE DESIGNED ACCORDING TO AN EXISTING AVAILABLE WATER
PRESSURE OF 120 PSI  AT POINT OF CONNECTION.  A MINIMUM OF 30 PSI IS REQUIRED
AT THE SPRINKLER HEADS.  ENSURE ALL LANDSCAPED AREAS AFFECTED BY THIS
CONSTRUCTION RECEIVE COMPLETE IRRIGATION COVERAGE TO ALL PLANTINGS.

2. VERIFY THE EXACT LOCATION AND THE EXISTING AVAILABLE WATER PRESSURE AT
POINT OF CONNECTION PRIOR TO ORDERING ANY IRRIGATION MATERIALS AND
PROCEEDING WITH INSTALLING IRRIGATION SYSTEM.  IF THE CONTRACTOR FAILS TO
NOTIFY THE LANDSCAPE ARCHITECT SHOULD THE EXISTING AVAILABLE WATER
PRESSURE FOUND BE DIFFERENT, CONTRACTOR SHALL BE RESPONSIBLE FOR ANY
CHANGES AND ADDITIONS THAT MAY OCCUR TO THE SYSTEMS.

3. ASCERTAIN THE EXTENT OF ANY SIMULTANEOUS AND ESSENTIAL WORK BY OTHERS ON
THE SITE.  CONTRACTORS SHALL COORDINATE THEIR OPERATIONS AND SHALL
COOPERATE TO MINIMIZE INTERFERENCE.

4. CORRELATE AND CONFIRM DIMENSIONS AT THE JOB SITE, PRIOR TO START OF ANY
WORK.

5. IRRIGATION MAINLINE, SPRINKLER HEADS AND EQUIPMENT ARE SHOWN
DIAGRAMMATICALLY FOR DRAWING CLARITY.  MAINLINE AND VALVES SHALL NOT BE
PLACED IN PAVED AREAS.  INSTALL MAINLINE WHENEVER POSSIBLE 18" FROM WALKS,
CURBS AND WALLS.

6. VERIFY EXACT LOCATION OF ALL UNDERGROUND UTILITIES AND  STRUCTURES  IN
WORK AREA PRIOR TO START OF CONSTRUCTION.  IF A CONFLICT EXISTS BETWEEN
SUCH OBSTACLES AND THE PROPOSED WORK, CONTRACTOR SHALL PROMPTLY NOTIFY
LANDSCAPE ARCHITECT TO ARRANGE FOR RELOCATIONS IF REQUIRED WITHIN WORK
AREA PRIOR TO START OF CONSTRUCTION.

7. VERIFY SITE FOR LOCATION OF ELECTRICAL SOURCE AND HAVE ELECTRICAL
CONTRACTOR PROVIDE POWER SERVICE TO CONTROLLER.

8. INSTALL QUICK COUPLING VALVES AND REMOTE CONTROL VALVES ADJACENT TO
WALKS AND CURBS (12" MAX. FROM SUCH EDGES) IN PLANTING AREAS WHENEVER
POSSIBLE.

9. ALL LATERAL END RUNS ARE 3/4" SIZE UNLESS INDICATED OTHERWISE.
10. ALL IRRIGATION LINES PASSING UNDER PAVING, THROUGH WALLS, STRUCTURES, ETC.

SHALL BE SLEEVED WITH PVC SCH 40 BELL-END PIPE.  SLEEVE SHALL BE 2 TIMES THE
DIAMETER OF PIPE TO BE SLEEVED, MINIMUM.

11. CONTROL WIRES PASSING UNDER PAVING, THROUGH WALLS, STRUCTURES, ETC. SHALL
BE INSTALLED IN PVC SCH 40 BELL-END ELECTRICAL CONDUIT (USE SWEEPS WHERE
POSSIBLE) AT LEAST 2 TIMES THE DIAMETER OF WIRE BUNDLE (2" SIZE MINIMUM); KEEP
SEPARATE FROM WATER LINE SLEEVES INDICATED ON PLANS.

12. NO LOW HEAD DRAINAGE IS ALLOWED. WHERE LOW HEAD DRAINAGE OCCURS THE
CONTRACTOR SHALL INSTALL AN ANTI-DRAIN VALVE UNDER EACH SPRINKLER HEAD.
THE ANTI-DRAIN VALVE WILL BE THE SAME DIAMETER SIZE AS THE RISER AND SHALL BE
INTEGRATED INTO THE RISER ASSEMBLY.  VALVE SHALL BE "HUNTER HCV", OR
APPROVED EQUAL.  IN THE CASE OF HEADS WITH BUILT-IN ANTI-DRAIN VALVES, THE
MANUFACTURER'S INTEGRATED CHECK VALVE SHALL BE USED.

13. ALL SPRINKLER HEADS SHALL BE INSTALLED AND ADJUSTED TO KEEP WATER AND
SPRAY OFF ALL PAVING, WALKS, NON-PLANTED AREAS, WALLS AND OTHER
STRUCTURES, AT ALL TIMES.

14. ALL SPRINKLER HEADS SHALL BE ADJUSTED AS REQUIRED, AS TO HEIGHT, COVERAGE
PATTERN OR SPRINKLER HEAD ORIENTATION, SO AS NOT TO ALLOW BLOCKAGE OF
SPRAY PATTERN BY PLANT MATERIAL THAT MAY IN TURN CAUSE PLANT DECLINE OR
DEMISE.

15. ALL PLANTINGS SHALL BE FULLY WATERED IN UPON PLANTING.  DO NOT RELY SOLELY
UPON THE SPRINKLER SYSTEM. UTILIZE SUPPLEMENTAL HOSE WATERING AS
REQUIRED, INITIALLY AND DURING THE PLANT ESTABLISHMENT PERIOD, TO ENSURE ALL
PLANTINGS RECEIVE ADEQUATE AND REGULAR WATER TO THE ENTIRE ROOT ZONE.

IRRIGATION NOTESWATER USE CALCULATION

I have complied with the criteria of the Model Water Efficient Landscape Ordinance
and applied them accordingly for the efficient use of water in the landscape design
and irrigation design plans.

Upon completion provide certification by either the signer of the landscape design
plan, the signer of the irrigation design plan, or the licensed landscape contractor
that the landscape project has been installed per the approved Landscape
Documentation Package.
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LANDSCAPE
IRRIGATION
SCHEDULE

Valve Number

Valve Flow 

A1

Controller Designation

Minimum Valve Flow

REMOTE CONTROL VALVE MASTER VALVE

Maximum Valve Flow

(APPROX. GPM)

(GPM)

(APPROX. GPM)1" 1.3 IRRIG. TYPE
PLANT TYPE

Valve Size

MV-A

Master Valve I.D.

1"

Master Valve Size

(Mfr.) Min. Meter Flow

Maximum Meter Flow
(GPM)

(APPROX. GPM)

FS-A

Flow Meter I.D.

Flow Sensor Size

1"

EQUIPMENT CALLOUT

FLOW METER

IRRIGATION EQUIPMENT SCHEDULE

SYMBOL DESCRIPTION MANUFACTURER / MODEL REMARKS DETAIL
/ SHT

P.O.C. # POINT OF CONNECTION - 2-LEVEL 2 TERRACE
3-LEVEL 3 TERRACE A / LI-7.0

WATER METER - REFER TO CIVIL PLANS FOR
WATER METER LOCATION -

CONTROLLER "A"
(MAIN LEVEL)

HUNTER HCC-800-SS IRRIGATION
CONTROLLER CONV. WIRE W/ICM-2200
22-STATION EXPANSION MODULE (30 STA.
TOTAL), WIFI-EXT-KIT, AND HUNTER WIRED
MINI-CLIK RAIN SENSOR

APPROXIMATE LOCATION
SHOWN (MAIN LEVEL), FIELD
VERIFY. SEE SHEET LI-1.1.3

A / LI-4.0

CONTROLLER "B"
(LEVEL 2)

HUNTER HCC-800-SS IRRIGATION
CONTROLLER CONV. WIRE  (8 STA.),
WIFI-EXT-KIT, AND MINI-CLIK RAIN SENSOR

APPROXIMATE LOCATION
SHOWN (LEVEL 2), FIELD
VERIFY. SEE SHEET LI-1.2.1

A / LI-4.0

CONTROLLER "C"
(LEVEL 3)

HUNTER HCC-800-SS IRRIGATION
CONTROLLER CONV. WIRE  (8 STA.),
WIFI-EXT-KIT, AND MINI-CLIK RAIN SENSOR

APPROXIMATE LOCATION
SHOWN (LEVEL 3), FIELD
VERIFY. SEE SHEET LI-1.2.1

A / LI-4.0

BACKFLOW PREVENTION
ASSEMBLY (POC 1)

FEBCO LF825YA, 1-1/2" BRONZE REDUCED
PRESSURE BACKFLOW PREVENTION
ASSEMBLY WITH
-WATTS LF777SI WYE STRAINER/ PRESSURE
REGULATOR, 1-1/2" SIZE

APPROXIMATE LOCATION
SHOWN (STREET FRONTAGE),
FIELD VERIFY. SEE SHEET
LI-1.1.3

B / LI-4.0

BACKFLOW PREVENTION
ASSEMBLY (POC 2)

FEBCO LF825YA, 34" BRONZE REDUCED
PRESSURE BACKFLOW PREVENTION
ASSEMBLY WITH
-WATTS LF777SI WYE STRAINER, 34" SIZE

APPROXIMATE LOCATION
SHOWN (LEVEL 2), FIELD
VERIFY. SET PRESS.
REGULATOR AT 75 PSI
(DELIVERY PRESSURE)

B / LI-4.0

BACKFLOW PREVENTION
ASSEMBLY (POC 3)

FEBCO LF825YA, 34" BRONZE REDUCED
PRESSURE BACKFLOW PREVENTION
ASSEMBLY WITH
-WATTS LF777SI WYE STRAINER, 34" SIZE

APPROXIMATE LOCATION
SHOWN (LEVEL 3), FIELD
VERIFY.

B / LI-4.0

NO SYMBOL
BACKFLOW ENCLOSURE
(POC 1)

STRONG BOX SBBC-22AL OR APPROVED
EQUAL, SIZED TO FIT ASSEMBLY

APPROXIMATE LOCATION
SHOWN, FIELD VERIFY.

MASTER VALVE
-POC 1: 1" SUPERIOR 3200
-POC 2: 34" SUPERIOR 3200
-POC 3: 34" SUPERIOR 3200

APPROXIMATE LOCATION
SHOWN, FIELD VERIFY. SEE
SHEET

D / LI-4.0

FLOW METER

-POC 1: 1" HUNTER HC-100-FLOW, WIRED
FLOW METER
-POC 2:  34" HUNTER HC-075-FLOW WIRED
FLOW METER
-POC 3:  34" HUNTER HC-075-FLOW WIRED
FLOW METER

LOCATE DIRECTLY
DOWNSTREAM OF MASTER
VALVE, MIN FLOW:
1" METER IS 0.3 GPM
3
4" METER IS 0.22 GPM

E / LI-4.0

MANIFOLD ISOLATION
VALVE LASCO FTG TRUE UNION VNSC BALL VALVE SIZE PER MAINLINE A / LI-6.0

MAINLINE ISOLATION
VALVE

NIBCO #T-113 (2" & SMALLER) GATE VALVES
ON MAINLINE SIZE PER MAINLINE A / LI-6.0

ELECTRIC REMOTE
CONTROL VALVE HUNTER ICV-A-FS REMOTE CONTROL VALVE SIZE PER PLAN C / LI-5.0

LOW FLOW DRIP
REMOTE CONTROL
VALVE ASSEMBLY

RAINBIRD XCZ-075-PRF SIZE PER PLAN E / LI-5.0

QUICK COUPLING VALVE HUNTER HQ44-LRC QUICK COUPLING
VALVES

APPROXIMATE LOCATION
SHOWN, FIELD VERIFY. SIZE
PER MAINLINE

D / LI-5.0

LATERAL LINE
PVC SCHEDULE 40 WITH SCHEDULE 40
FITTINGS (SIZE PER PLAN)

3
4" MINIMUM SIZE A, B / LI-5.0

MAINLINE
PVC SCHEDULE 40 WITH SCHEDULE 80
FITTINGS (SIZE PER PLAN).  ALL EXPOSED
MAINLINE SHALL BE COPPER.

3
4" MINIMUM SIZE A, B / LI-5.0

PIPE SLEEVE PVC SCHEDULE 40 MINIMUM 2X PIPE DIAMETER B / LI-5.0

WIRE CONDUIT PVC SCHEDULE 40 (GRAY) MINIMUM 2X WIRE BUNDLE
DIAMETER C / LI-5.0

COPPER IRRIGATION
PIPE

REFER TO PLUMBING PLANS
FOR IN STRUCTURE
IRRIGATION WATER PIPE &
STUB OUTS

A

P

14
0.3

14
0.1

B

C

IRRIGATION EQUIPMENT SCHEDULE (CONTINUED)

SYMBOL DESCRIPTION MANUFACTURER / MODEL REMARKS DETAIL
/ SHT

NO SYMBOL WIRE CONNECTOR 3M SCOTCHCAST 3570G-N OR APPROVED
EQUAL BELOW GRADE WIRE SPLICES C / LI-4.0

PULLBOX GREEN CARSON BOX 14" X 19" APPROX. WHERE SHOWN B / LI-6.0

NO SYMBOL VALVE BOX CARSON #910, #1419 WITH BOLT DOWN
COVERS APPROX. WHERE SHOWN

DRIP AIR / VACUUM
RELIEF VALVE

NETAFIM TLARV DRIP AIR/VACUUM RELIEF
VALVE IN 10" DIA CARSON BOX APPROX. WHERE SHOWN E / LI-6.0

DRIP FLUSH VALVE
(MANUAL OPERATION)

KBI MANUAL OPERATION DRIP FLUSH VALVE
ASSEMBLY IN 10" DIA CARSON BOX APPROX. WHERE SHOWN F / LI-6.0

DRIP OPERATION
INDICATOR

HUNTER ECO-ID-12, 12" POP-UP DRIP
INDICATOR APPROX. WHERE SHOWN D / LI-9.0

SUB SURFACE DRIPLINE NETAFIM TLCV0618, 0.6GPH AT 40PSI/ 18"
EMITTER SPACING: 1/2" SUBSURFACE INLINE
DRIP EMITTER TUBING

APPROX. WHERE SHOWN C, D / LI-6.0

ON SURFACE DRIPLINE NETAFIM BLANK TUBING SPACED 12" ON
CENTER WITH NETAFIM SPCV20 ONLINE
EMITTER WITH 6" SPACING

APPROX. WHERE SHOWN B / LI-8.0

DRIP TO PVC LINE
TRANSITION FITTINGS

NETAFIM TLCV0618, 0.6GPH AT 40PSI/ 18"
EMITTER SPACING: 1/2" SUBSURFACE INLINE
DRIP EMITTER TUBING

APPROX. WHERE SHOWN C / LI-6.0

CHECK VALVE HUNTER HC-75F-75M APPROX. WHERE SHOWN C / LI-9.0

TREE MICRO-SPRAY
(2 MICRO-SPRAY PER
TREE / SYMBOL)

HUNTER PROS-12-PRS30-CV WITH 2H
MICRO-SPRAY NOZZLE  WITH
30 PSI OPERATING PRESSURE, 0.20 GPM
FLOW RATE,  2' THROW RADIUS

APPROX. WHERE SHOWN A / LI-9.0

TREE BUBBLER UNDER
TREE GRATE (2
BUBBLERS PER TREE /
SYMBOL)

HUNTER PCB-50 BUBBLER ON RISER WITH
30 PSI OPERATING PRESSURE, 0.5 GPM
FLOW RATE

APPROX. WHERE SHOWN B / LI-9.0

TREE BUBBLER
(2 BUBBLERS PER TREE /
SYMBOL)

HUNTER RZWS-18-0.50-CV  WITH
30 PSI OPERATING PRESSURE, 0.5 GPM
FLOW RATE

APPROX. WHERE SHOWN F / LI-4.0

ON-LINE POINT SOURCE
EMITTER
(8 PER ROUND PLANTER
POT)

NETAFIM SPCV20  WITH 30 PSI OPERATING
PRESSURE, 0.33 GPM FLOW RATE APPROX. WHERE SHOWN A / LI-8.0 FS

CV

M
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PVC SCH 80 MALE ADAPTER, 2 REQUIRED.

PRESSURE SUPPLY LINE TO FLOW METER

GRAVEL BASE AND SUMP. (COMPACT GRAVEL FOR
BOX BASE, DO NOT USE BLOCKS OR BRICKS, FILL
GRAVEL TO BOTTOM OF VALVE.

PVC SCH 80 45 DEGREE ELL'S. (2) REQUIRED.

PRESSURE SUPPLY LINE. SEE PLAN FOR SIZE.

1" PVC SCH 40 GREY CONDUIT (WITH SWEEP) FOR
MASTER VALVE AND FLOW METER WIRES, TO
CONTROLLER (END OF SWEEPS TO BE MIN. 4" PAST
TOP OF GRAVEL SUMP).

10

11

12

13

14

15

LEGEND

WATERPROOF WIRE CONNECTOR

VALVE I.D. TAG. (THREAD NYLON TIE THROUGH
HOLE IN TAG)

14 GAUGE DIRECT BURIAL IRRIGATION CONTROL
WIRE W/ 24" COILED EXPANSION LOOP

RECTANGULAR VALVE BOX WITH LID, SEE
SPECIFICATIONS (DO NOT CUT ADDITIONAL HOLES
IN BOX)

MASTER VALVE. REFER TO LEGEND

FINISH GRADE OF MULCH

FILTER FABRIC (MIRAFI #140N). WRAP 1 LAYER
AROUND BOX, COVERING HOLES

BACKFILL MATERIAL

PVC SCH 80 SINGLE UNION, MIPT X FIPT MODEL

1

2

3

4

5

6

7

8

9

NOTE:

A. USE TEFLON TAPE ON ALL THREADED
CONNECTIONS.
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9

UPSTREAM LENGTH
BETWEEN FITTINGS TO BE 10
TIMES THE DIAMETER OF THE

FLOW METER COVER, MIN.

DOWNSTREAM LENGTH
BETWEEN FITTINGS TO BE 5

TIMES THE DIAMETER OF
THE FLOW METER, MIN.

LEGEND

14 GAUGE DIRECT BURIAL IRRIGATION CONTROL
WIRE WITH 24" COILED EXPANSION LOOP

WATERPROOF WIRE CONNECTOR

10" DIA. ROUND VALVE BOX WITH LID, SEE
SPECIFICATIONS (DO NOT CUT ADDITIONAL HOLES
IN BOX)

FINISH GRADE OF MULCH

FILTER FABRIC (MIRAFI #140N). WRAP 1 LAYER
AROUND BOX, COVERING HOLES

BACKFILL MATERIAL

WATER VALVE I.D. TAG. (THREAD NYLON TIE
THROUGH HOLE IN TAG)

1

2

3

4

5

6

7

13

12

11

6

7

8

5

4

10

FL
U

S
H

 W
IT

H
FI

N
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H
 G

R
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D
E

O
F 

M
U

LC
H

FLOW METER. REFER TO LEGEND

PVC SCH 80, 45 DEGREE ELL'S. (2) REQ'D

SEE TRENCHING DETAILS AND SPECIFICATIONS
FOR PRESSURE SUPPLY LINE DEPTH OF COVER.

GRAVEL BASE AND SUMP (COMPACT GRAVEL FOR
BOX BASE, DO NOT USE BLOCKS OR BRICKS, FILL
GRAVEL TO BOTTOM OF SENSOR

PRESSURE SUPPLY LINE FROM MASTER VALVE.
SIZE AS NOTED ABOVE

1" PVC SCH 40 GREY CONDUIT (WITH SWEEP) FOR
FLOW METER WIRES, TO CONTROLLER. END OF
SWEEP MIN. 4" ABOVE TOP OF GRAVEL SUMP.

8

9

10

11

12

13

INSTALLATION STEPS

THOROUGHLY CLEAN AND DRY THE SURFACE OF
THE SUBSTRATE TO WHICH THE MATERIAL IS
DESIRED TO BOND.

REMOVE GUARD BAG, USING CAUTION NOT TO
DAMAGE INNER BAG.

GRIP BOTH EDGES OF BAG AT THE CENTER
BARRIER (FIGURE 1) AND WRINKLE AND FLEX THE
BAG ACROSS THE BARRIER. THIS WILL WEAKEN
THE BARRIER.

SQUEEZE THE CLEAR SIDE OF THE RESIN,
FORCING THE RESIN THROUGH THE CENTER
BARRIER.

MIX THOROUGHLY TO A UNIFORM COLOR BY
SQUEEZING CONTENTS BACK AND FORTH 25-30
TIMES.

SQUEEZE RESIN TO ONE END OF BAG AND CUT
OFF OTHER END. (FIGURE 2)

SLOWLY INSERT CONNECTION INTO SEALING PACK
UNTIL IT FITS SNUGLY AGAINST THE OPPOSITE
END. (FIGURE 3)

WRAP OPEN END OF BAG WITH SCOTCH SUPER
33+ VINYL ELECTRICAL TAPE AND POSITION THE
TAPED END UP UNTIL RESIN GELS (8-12 MIN. @
73°F). (FIGURE 4)

1

2

3

4

5

6

7

8

NOTE:

A. THE 3M SCOTCHCAST CONNECTOR SEALING PACK 3570G-N SHOULD REMAIN SEALED IN THE GUARD BAG
(WHILE ALUMINIZED BAG) UNTIL READY TO USE. IN COLD WEATHER, WARM CLOSED MIXING POUCH TO 50°F
OR WARMER PRIOR TO MIXING. KEEP IN WARM AREA, SUCH AS TRUCK CAB OR INSIDE POCKET, UNTIL
READY TO USE. PER MANUFACTURER'S INSTRUCTIONS.

FIGURE 1

FIGURE 2

FIGURE 3

FIGURE 4

FLOW FLOW

13

2"

5

2

#1 SHUT-OFF VALVE

6"

4

3

2

1

#2 SHUT-OFF VALVE

12
" M

IN
.

18
" M

A
X

.

9

7 82121514

10 16

LEGEND

BACKFLOW PREVENTER ASSEMBLY

COPPER ELL

ENCLOSURE. REFER TO LEGEND

BRASS UNION

COPPER NIPPLE (3" LONG, TYP.)

COPPER RISER (LENGTH AS
REQUIRED)

COPPER OR RED BRASS ADAPTER

PRESSURE SUPPLY. COPPER OR RED
BRASS

8" LONG COPPER NIPPLE

BLACK ADHESIVE BACKED PVC TAPE

1

2

3

4

5

6

7

8

9

10

2 11

NOTES:

1. INSTALL BACKFLOW PREVENTION ASSEMBLY PER LOCAL
WATER AGENCY REQUIREMENTS.

2. INSTALL ENCLOSURE TO SWING FREE AND CLEAR OF
BACKFLOW PREVENTION ASSEMBLY PER EQUIPMENT
LEGEND.

3. USE TEFLON TAPE ON ALL THREADED CONNECTIONS.
4. PROVIDE A MINIMUM 2 WRAPS OF BLACK ADHESIVE

BACKED PVC TAPE, WITH 1/2" OVERLAP, TO ALL METAL PIPE
AND FITTINGS EXPOSED TO CONCRETE.

6

4

1CU FT MIN. CONCRETE THRUST
BLOCK FOR 2" ASSEMBLIES ONLY.
(NOT REQUIRED ON ASSEMBLIES
SMALLER THAN 2")

COMPACTED SUBGRADE

SEE TRENCH DETAILS FOR DEPTH

CONCRETE FOOTING (4" THICK)

WYE-STRAINER/ PRESSURE
REGULATOR. SEE LEGEND FOR
PRESSURE SETTING.

11

12

13

15

16

6

WIRE CONNECTORBACKFLOW PREVENTER ASSEMBLYIRRIGATION CONTROLLER
SECTION SCALE: N.T.S. SECTION SCALE: N.T.S.SECTION SCALE: N.T.S.

LEGEND

EXTERIOR WALL SURFACE

CONTROLLER (MOUNT PER
CONTROLLER MANUFACTURER)

POWER SOURCE JUNCTION BOX WITH
DISCONNECT SWITCH

ELL-BOX AND CONDUIT FROM POWER
SOURCE

CONDUIT SWEEP ELL(S)

CONTROL WIRE CONDUIT (SIZE AS
REQ'D)

CONDUIT SWEEP. SIZE REQUIRED
FROM DEPTH OF CONDUIT

BACKBOARD.  ANCHORED TO WALL PER
MANUFACTURER'S SPECIFICATIONS

ETHERNET RJ-45 JACK, ETHERNET
CABLE SERVICE IN CONDUIT FROM
NEAREST ROUTER SWITCH (NOT REQ'D)

STAINLESS STEEL CONDUIT STRAPS,
ONE EVERY 24", ATTACHED TO WALL
WITH STAINLESS STEEL SCREWS

FINISH FLOOR/GRADE SURFACE

1

2

3

4

5

6

7

8

9

10

11

5'-6"

2

8
3

4

5

6

10

7

D
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 D
E
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11

1

9

A B C

D
SECTION
MASTER VALVE

SCALE: NTS
E

SECTION
FLOW METER

SCALE: NTS

LEGEND

TREE PER PLANTING DETAILS

MULCH MATERIAL PER PLANTING PLANS

TREE ROOTBALL AND PLANTING BACKFILL

TOP OF GRATE FLUSH WITH FINISH GRADE
OF MULCH.

PRE-ASSEMBLED DEEP WATERING TUBE.
REFER TO LEGEND FOR MODEL NUMBER

1

2

3

4

5
NOTE:

1. POSITION UNITS SPACED EVENLY AROUND
PLANTING PIT. NOT TO EXCEED 12" FROM
EDGE OF ROOTBALL

2. FURNISH TWO BUBBLERS PER SYMBOL ON
PLAN, TYPICAL.

1

2

3
4

5

6
7

8

FILTER FABRIC SLEEVE FILLED WITH SANDY
BACKFILL SOIL

EXISTING SUB-GRADE

PVC LATERAL LINE. SEE PLANS FOR SIZE
AND CLASS

6

7

8

F
SECTION
TREE BUBBLER ASSEMBLY

SCALE: NTS

NOTES:

1. PAINT JUNCTION BOX, ELL-BOX, CONDUIT
SWEEP, CONTROL WIRE CONDUIT, ETC. TO
MATCH BUILDING COLOR.
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NOTES:

A. USE TEFLON TAPE ON ALL THREADED
CONNECTIONS

B. PROVIDE TWO (2) WRAPS (WITH 1/4"
OVERLAP) BLACK PVC ADHESIVE TO ALL
BRASS EXPOSED TO CEMENT.

6" MINIMUM BETWEEN
ALL PIPES

4" MINIMUM FROM
SIDES OF TRENCH
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6"
 P
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S

2" MINIMUM BETWEEN PIPE
AND CONTROL WIRE CONDUIT

1

LEGEND

FINISH GRADE

BACKFILL MATERIAL. FREE FROM ALL ROCK AND
DEBRIS GREATER THAN ONE INCH

NON-PRESSURE LATERAL LINE FOR RISERS
OUTLET PVC PIPE, AND POP-UPS 6" OR LESS. SEE
LEGEND FOR CLASS, REFER TO PLAN FOR SIZE

NON-PRESSURE LATERAL LINE FOR 12" POP-UP
HEADS. SEE LEGEND FOR CLASS, REFER TO PLAN
FOR SIZE

1

2

3

4

2

3

4

6

7

8

5

3" DETECTABLE MARKING TAPE.

SAND BACKFILL MATERIAL. FREE FROM ALL ROCK
AND DEBRIS GREATER THAN ONE HALF INCH. 6"
ABOVE AND 6" BELOW PRESSURE SUPPLY LINE

#12 TRACER WIRE, TAPED TO TOP OF MAINLINE
EVERY 10 FEET

PRESSURE SUPPLY LINE. SEE LEGEND FOR CLASS,
REFER TO PLAN FOR SIZE

CONTROL WIRES IN CONDUIT, 2" AWAY FROM AND
BESIDE PRESSURE SUPPLY LINE.

5

6

7

8

9

9

4" MINIMUM FROM
SIDES OF TRENCH

6" MINIMUM
BETWEEN ALL PIPES

2" MINIMUM BETWEEN PIPE
AND CONTROL WIRE CONDUIT
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-0

" F
R

O
M

 B
A

S
E

 M
A

TE
R

IA
L 

TO
 T

O
P

O
F 

P
IP

E
 F

O
R

 U
P

 T
O

 2
-1

/2
" S

U
P

P
LY

LI
N

E
. 3

'-0
" F

O
R

 P
R

E
S

S
U

R
E

 S
U

P
P

LY
LI

N
E

 3
" A

N
D

 G
R

E
A

TE
R

.

1'
-6

" F
R

O
M

 B
O

TT
O

M
 O

F
B

A
S

E
 M

A
TE

R
IA

L 
TO

 T
O

P
O

F 
P

IP
E

, F
O

R
 L

A
TE

R
A

LS
.

1

2

3

4

5

6
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8

LEGEND

HARDSCAPE MATERIAL

BASE MATERIAL

BACKFILL MATERIAL. FREE FROM
ALL ROCK AND DEBRIS GREATER
THAN ONE INCH SIZE.

NON-PRESSURE LATERAL LINE IN
PVC SCH 40 SLEEVE MINIMUM.
TWICE THE DIAMETER OF THE LINE
RUNNING THROUGH. ALL LATERAL
LINES SHALL BE AT THE SAME
DEPTH UNDER HARDSCAPE

3" DETECTABLE MARKING TAPE.

1

2

3

4

5

BACKFILL SAND FREE FROM ALL
ROCK AND DEBRIS GREATER THAN
ONE-HALF INCH SIZE. 6" ABOVE
AND 6" BELOW PRESSURE SUPPLY
LINE

#12 TRACER WIRE, TAPED TO TOP
OF MAINLINE EVERY 10 FEET

PRESSURE SUPPLY LINE IN PVC
SCH 40 SLEEVE TWICE THE
DIAMETER OF THE LINE RUNNING
THROUGH

SCH 40 PVC ELECTRICAL CONDUIT
FOR ALL IRRIGATION WIRES. SEE
LEGEND FOR CLASS, REFER TO
SPECIFICATIONS FOR SIZES

6
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9

9

2"
 M
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1 3

2 4
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H
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H
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O
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M
U
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7

6

LEGEND

VALVE BOX WITH LID, SEE SPECIFICATIONS (DO
NOT CUT ADDITIONAL HOLES IN BOX)

QUICK COUPLING VALVE. REFER TO LEGEND.

FINISH GRADE OF MULCH

BACKFILL MATERIAL

THREADED BRASS PIPE RISER. LENGTH AS
REQUIRED, WRAP WITH PVC TAPE

FILTER FABRIC (MIRAFI #140N, OR APPROVED
EQUAL). WRAP 1 LAYER AROUND BOX, COVERING
HOLES

GRAVEL BASE AND SUMP. (COMPACT GRAVEL FOR
BOX BASE, DO NOT USE BLOCKS OR BRICKS, FILL
GRAVEL TO BOTTOM OF VALVE

1

2

3

4

5

6

7

BRASS 90 DEGREE ELL, WRAP WITH PVC
TAPE.

CONCRETE THRUST BLOCK.
1 CU.FT MINIMUM

BRASS COUPLING WITH PVC SCH 80
MALE ADAPTER. SLIP X MIPT

THREADED BRASS NIPPLE. LENGTH AS
REQUIRED, WRAP WITH PVC TAPE

8

9

10

11

11

A
SECTION
TRENCH IN LANDSCAPE

SCALE: NTS
B

SECTION
TRENCH IN HARDSCAPE

SCALE: NTS
D

SECTION
QUICK COUPLING VALVE

SCALE: NTS

BACKFILL MATERIAL

PVC SCH 80 MALE ADAPTER, 2 REQUIRED.

PVC MAINLINE

GRAVEL BASE AND SUMP. (COMPACT
GRAVEL FOR BOX BASE, DO NOT USE
BLOCKS OR BRICKS, FILL GRAVEL TO
BOTTOM OF VALVE.

PVC SCH 80 SINGLE UNION, MIPT X FIPT
MODEL

NON-PRESSURE LATERAL LINE, SEE PLAN
FOR SIZE

8

9

10

11

12

13

LEGEND

14 GAUGE DIRECT BURIAL IRRIGATION CONTROL WIRE W/
24" COILED EXPANSION LOOP

WATERPROOF WIRE CONNECTOR

WATER VALVE I.D. TAG. (THREAD NYLON TIE THROUGH
HOLE IN TAG)

RECTANGULAR VALVE BOX WITH LID, SEE
SPECIFICATIONS (DO NOT CUT ADDITIONAL HOLES IN BOX)

CONTROL VALVE PER LEGEND, SEE PLAN FOR SIZE

FINISH GRADE OF MULCH

FILTER FABRIC (MIRAFI #140N). WRAP 1 LAYER AROUND
BOX, COVERING HOLES

1

2

3

4

5

6

7

5

4

NOTE:

A. USE TEFLON TAPE ON ALL THREADED
CONNECTIONS.
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3

1

3"

10

9

11

13

12

C
SECTION
REMOTE CONTROL VALVE

SCALE: NTS

NOTE:

1. USE TEFLON TAPE ON ALL
THREADED CONNECTIONS.
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X
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2

3

1

6

5

4

8

7

10

9

11

12
13
14

15

11

LEGEND

VALVE I.D. TAG. (THREAD NYLON TIE
THROUGH HOLE IN TAG)

RECTANGULAR JUMBO VALVE BOX WITH
LID, SEE SPECIFICATIONS (DO NOT CUT
ADDITIONAL HOLES IN BOX)

CONTROL VALVE PER LEGEND, SEE
PLAN FOR SIZE

FINISHED GRADE OF MULCH

FILTER FABRIC (MIRAFI #140N). WRAP 1
LAYER AROUND BOX, COVERING HOLES

1

2

3

4

5

PVC SCH 80 MALE ADAPTER, 2
REQUIRED.

1" BALL VALVE

PRESSURE REGULATING (40 PSI),
QUICK-CHECK BASKET FILTER,
OR APPROVED EQUAL

PVC SCH 80 SINGLE UNION, MIPT
X FIPT MODEL

NON-PRESSURE LATERAL LINE,
SEE PLAN FOR SIZE

11

12
13

14

15

BACKFILL MATERIAL.

WATERPROOF WIRE CONNECTOR

CONTROL WIRE W/ 24" COILED EXPANSION LOOP

PRESSURE SUPPLY LINE FROM MANIFOLD

NON-PRESSURE LATERAL LINE, SEE PLAN FOR SIZE

GRAVEL BASE AND SUMP. (COMPACT GRAVEL FOR
BOX BASE, DO NOT USE BLOCKS OR BRICKS, FILL
GRAVEL TO BOTTOM OF VALVE.

6

7

8

9

10

11

E
SECTION
DRIP REMOTE CONTROL VALVE ASSEMBLY

SCALE: NTS
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ISOLATION BALL VALVE. REFER TO LEGEND.

FINISH GRADE.

BACKFILL MATERIAL

FILTER FABRIC. WRAP 1 LAYER AROUND BOX
COVERING HOLES.

2"
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P
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N
TI

N
G

A
R

E
A

S

FL
U

S
H

 IN
 T

U
R

F 
A

R
E

A
S

PVC SCH 80 MALE ADAPTER, MIPT X SLIP,
LINE/VALVE SIZE.

PRESSURE SUPPLY LINE. LENGTH AS REQUIRED.
REFER TO LEGEND FOR CLASS.

PVC SCH 80, 45 DEGREE ELL'S. (4) REQUIRED.

3/4" GRAVEL BASE. (COMPACT GRAVEL FOR BOX BASE
DO NOT USE BLOCKS OR BRICKS, FILL GRAVEL TO
BOTTOM OF VALVE.

4"
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M
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.

NOTE: USE TEFLON TAPE ON ALL THREADED
CONNECTIONS

10" DIA. ROUND VALVE BOX WITH BOLT DOWN
STAINLESS STEEL BOLT AND WASHER. (DO
NOT CUT ADDITIONAL HOLES IN VALVE BOX).

8
9

1

2

3

4
5

6

7

9

1

2

3

4

6

5

7

8

RECT. VALVE BOX W/BOLT DOWN

LOW VOLTAGE CONTROL

PVC/ELECT. TAPE, WRAP WIRE BUNDLE

UNDISTURBED SOIL/ 

SEAL CONDUIT ENDS WITH 

PVC SCH 40 ELECT. CONDUIT/

COVER,ST. STL BOLT, WASHER

COMPACTED SOIL

WIRE COIL, 24" MINIMUM

AEROSOL FOAM SEALANT

SWEEP, WHERE REQUIRED

6"

4"
TYP.

3"

1 CU. FT MIN. 3/4" GRAVEL SUMP

1

2

3

4

5

6

7

8

9

10

1 2 3

4

5

67
8

9

LANDSCAPE FILTER FABRIC (MIRAFI
#140N), WRAP UP AND COVER BOX
HOLES

TOP OF BOX LID 1" ABOVE FINISH
GRADE IN PLANTING AREA

FINISH GRADE

10

S
E

E
 S

P
E

C
S

. F
O

R
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E
P

TH

A
SECTION
ISOLATION BALL VALVE

SCALE: NTS

D
SECTION
SUB-SURFACE DRIPLINE

B
SECTION
CONTROL WIRE PULL BOX

SCALE: NTS

NOTES:

1. THIS DETAIL IS INTENDED TO INDICATE GENERAL COMPONENTS AND
LAYOUT. DRIPLINES ARE TO OCCUR ON EACH SIDE OF SUPPLY LINE
MANIFOLD AS IF MIRRORED.

2. DRIP SYSTEM SHOWN ON PLAN CANNOT INDICATE ALL FORESEEN OR
UNFORESEEN OBSTACLES (BOULDERS, FIXTURES, ETC.). PROVIDE
NECESSARY FITTINGS, TUBING, AND PIPING AS REQUIRED TO PROVIDE
COMPLETE WATER COVERAGE FOR LANDSCAPE PLANTINGS.

3. USE TEFLON TAPE ON ALL THREADED CONNECTIONS.

LEGEND

DRIP FLUSH VALVE

PERIMETER TUBING 6" FROM EDGE
OF  HARDSCAPE. CENTER TUBING IN
PLANTING AREAS.

AIR VACUUM RELIEF VALVE
(PLUMBED TO PVC PIPE AT HIGHEST
POINT IN ZONE).

REMOTE CONTROL VALVE WITH
BALL VALVE, DRIP FILTER & PRESET
PRESSURE REGULATOR.

PVC SCH 40 NON-PRESSURE
SUPPLY LINE MANIFOLD

18" SPACING

DRIPLINE (STRICTLY PARALLEL AT
ALL TIMES). TRIANGULATE
EMISSION POINTS, TYPICAL.

BARBED TEE/ ELL (AS REQUIRED)

AREA PERIMETER

1
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7

8

9

A

F

1

2

34
5

6

7

88

9

7

C
SECTION
DRIPLINE TUBING SPACING AND LAYOUT

SCALE: NTS

NOTE:

1. USE TEFLON TAPE ON ALL THREADED
CONNECTIONS.

LEGEND

PLANT MATERIAL PER
PLANTING PLAN.

FINISH GRADE

EMITTER DRIPPERLINE. SEE
LEGEND.

AMENDED BACKFILL.

VINYL COATED TUBING
STAPLE. SALCO DTS OR
EQUAL. 1 PER 2 FT. AND,
PUSHED INTO GROUND.

EXISTING SUBGRADE.

SCH 40 PVC ELL, LINE SIZE
SLIP X 12" FIPT.

1
2" BARBED MALE ADAPTER.

FLEXIBLE PVC RISER FROM
LATERAL DEPTH. LENGTH AS
REQUIRED.

LATERAL LINE. REFER TO
PLAN FOR SIZE.

EXHAUST HEADER WITH LINE
SIZE SLIP TEE.

18" SPACING / AS NOTED

1

2
3

4

5

6

7

8

9
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FRONT SECTION

4"
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U
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6"
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A
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M

SIDE SECTION
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U
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4"
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M
4"

5 3 1

2

7

4

8

9

6
10

11

1

2

3

4

5

6

12

E
SECTION
DRIP AIR / VACUUM RELIEF VALVE F

SECTION
DRIP FLUSH VALVE (MANUAL OPERATION)

NOTES:

1. INSTALL VALVE AT HIGHEST ELEVATION
OF SYSTEM.

2. USE TEFLON TAPE ON ALL THREADED
CONNECTIONS.

LEGEND

VALVE BOX WITH LOCKING
LID (SEE SPECIFICATIONS)

AIR VACUUM RELIEF VALVE

FINISH GRADE OF MULCH

BACKFILL MATERIAL

PLASTIC STRAP/TIE

PVC SCH 80 THREADED
RISER W/ ADAPTER
(LENGTH AS REQUIRED)

PVC SCH 40 ELL (ST)

GRAVEL BASE AND SUMP.
(COMPACT GRAVEL FOR
BOX BASE, DO NOT USE
BLOCKS OR BRICKS, FILL
GRAVEL TO BOTTOM OF
VALVE

FILTER FABRIC (MIRAFI
#140N) WRAP 1 LAYER
AROUND BOX, COVERING
HOLES

#3 REBAR - 12" MIN. LONG

PVC SCH 40 LATERAL LINE

1

2

3
4

5
6

7

8

9

10
11

3

4

FLUSH WITH FINISH
GRADE OF MULCH

1

2

5

6

7

8

9

10

11

TOP OF BOX

NOTE:

1. USE TEFLON TAPE ON ALL THREADED
CONNECTIONS.

LEGEND

18" MINIMUM LENGTH OF 12"
SILICONE OR NYLON HOSE.

VALVE BOX WITH LID, (DO NOT
CUT ADDITIONAL HOLES IN BOX)

FINISH GRADE OF MULCH

BACKFILL MATERIAL

FILTER FABRIC (MIRAFI #140N).
WRAP 1 LAYER AROUND BOX,
COVERING HOLES

PVC SCH 40, 3 4" MIPT X 12" BARB
HOSE ADAPTER

PVC SCH 40, 3 4" FIPT X FIPT BALL
VALVE

PVC SCH 40, 3 4" THREADED
NIPPLE

PVC SCH 40, 45 DEGREE ELL

GRAVEL BASE AND SUMP.
(COMPACT GRAVEL FOR BOX
BASE, DO NOT USE BLOCKS OR
BRICKS, FILL GRAVEL TO BOTTOM
OF VALVE

TERMINAL END OF
NON-PRESSURE LATERAL LINE, 12"
SIZE

1

2

3
4

5

6

7

8

9

10

11

1

2

3

4

5
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7

8

9
10

FLUSH WITH FINISH
GRADE OF MULCH

11

TOP OF BOX
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A
SECTION / PLAN DIAGRAM
ROOF DECK POINT OF CONNECTION EQUIPMENT (BACKFLOW, MASTER VALVE, AND FLOW SENSOR)

SCALE: NTS

FLOW

12
" M

IN
.

18
" M

A
X

.

7

12
11

9

8

10

3"
 M

IN
.

8

10

UPSTREAM LENGTH TO BE 10
TIMES THE DIAMETER OF THE
FLOW SENSOR COVER MIN.

DOWNSTREAM LENGTH TO
BE 5 TIMES THE DIAMETER
OF THE FLOW SENSOR MIN.

9

14

22

9

8

10

12

21

23

11

WATERPROOF WIRE CONNECTOR

PVC SCH 80 SINGLE UNION, MIPT X FIPT MODEL

PVC SCH 80 MALE ADAPTER, 2 REQUIRED.

1" PVC SCH 40 GREY CONDUIT (WITH SWEEP) FOR
MASTER VALVE AND FLOW SENSOR WIRES, TO
CONTROLLER

FLOW METER REFER TO LEGEND

QUICK COUPLING VALVE. REFER TO LEGEND.

TEE

10

11

12

13

14

15

16

LEGEND

PLANTER ENCLOSURE. REFER TO LEGEND

COPPER PIPE FROM PLUMBING WATER STUBOUT

COPPER ELL

BRASS UNION

BACKFLOW PREVENTER ASSEMBLY

#1 SHUT-OFF VALVE

MASTER VALVE REFER TO LEGEND

14 GAUGE DIRECT BURIAL IRRIGATION CONTROL WIRE
W/ 24" COILED EXPANSION LOOP

WATERPROOF WIRE CONNECTOR

1

2

3

4

5

6

7

8

9

2

2

1

4

3

3

5

6

10"6"4-3/8"7"3.5"

7"7"6"

1313

11

BRASS COUPLING WITH PVC SCH 80 MALE
ADAPTER. SLIP X MIPT

THREADED BRASS NIPPLE. LENGTH AS
REQUIRED, WRAP WITH PVC TAPE

THREADED BRASS PIPE RISER. LENGTH AS
REQUIRED, WRAP WITH PVC TAPE.

BRASS 90 DEGREE ELL, WRAP WITH PVC TAPE.

1" BALL VALVE

REMOTE CONTROL VALVE PER LEGEND, REFER
TO PLAN FOR QUANTITY AND SIZE.

PRESSURE REGULATING (40 PSI), QUICK-CHECK
BASKET FILTER, OR APPROVED EQUAL

17

18

19

20

21

22

23

15

19

20
1817

16

NON-PRESSURE LATERAL LINE, SEE PLAN FOR
SIZE

CONTROLLER (MOUNT PER CONTROLLER
MANUFACTURER)

POWER SOURCE JUNCTION BOX WITH
DISCONNECT SWITCH

ELL-BOX AND CONDUIT FROM POWER SOURCE

CONTROL WIRE CONDUIT (SIZE AS REQ'D)

ETHERNET RJ-45 JACK, ETHERNET CABLE
SERVICE IN CONDUIT FROM NEAREST ROUTER
SWITCH (NOT REQ'D)

STAINLESS STEEL CONDUIT STRAPS, ONE
EVERY 24", ATTACHED TO WALL WITH
STAINLESS STEEL SCREWS

24

25

26

27

28

29

30

24

25

26

27

28

31

32

29

30

BRASS COUPLING WITH PVC SCH 80 MALE
ADAPTER. SLIP X MIPT

CONTROL WIRE CONDUIT (SIZE AS REQ'D)

PLANTER

CORE THROUGH BOTTOM OF ENCLOSURE AND
PAVERS, REFER TO MANUFACTURER
RECOMMENDATIONS. USE TOURNESOL TA-100
ADAPTER FOR CONNECTIONS THROUGH
PLANTER WALL.

LATERAL IRRIGATION LINE UNDER PAVERS TO
PLANTER LOCATIONS.

31

32

33

34

35

18
"

4.
62

5"
6"

 M
in

.

27
.6

25
" O

R
 2

8"
 O

R
 2

.4
'

6"

43.875" OR 44" OR 3.7'

1"

33
SECTION ELEVATION

2

14

15

PLAN VIEW DIAGRAM

25

22 22

24

34

35

6"
 M

in
.

7
5

34

NOTE:

1. FOLLOW MANUFACTURER RECOMMENDATIONS
FOR ALL PENETRATIONS THROUGH PLANTER.
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A
SECTION | PLAN
PLANTER IRRIGATION

SCALE: 1" = 1'

CONDITION: PEDESTAL PAVERS

LEGEND

DRIP TUBING (ON SURFACE WITH ON LINE EMITTERS- REFER TO IRRIGATION
SCHEDULE.) OBSCURE DRIP LINE WITH BARK MULCH LAYER.

DRIP TRANSITION FITTING, REFER TO IRRIGATION SCHEDULE

RECTANGULAR PLANTER, REFER TO LANDSCAPE CONSTRUCTION PLANS FOR TYPE.

EMBEDDED GUSSET (SUPPORT FOR SIDE WALLS), NUMBER AND PLACEMENT VARIES,
REFER TO MANUFACTURER

PVC LATERAL LINE, RUN ALONG OUTSIDE OF FILTER FABRIC TO TOP OF PLANTER.

FILTER FABRIC

EPS15 ATLAS LIGHTWEIGHT GEOFOAM, REFER TO LANDSCAPE CONSTRUCTION PLANS.
CUT GEOFOAM TO FIT IN AREAS BETWEEN PIPE AND WALL OF PLANTER DUE TO
PLANTER SIDEWALL SUPPORT GUSSETS. FILTER FABRIC SHALL BE TIGHT AROUND
PERIMETER OF PLANTER UP TO MULCH LINE.

BUILDING WALL, REFER TO ARCHITECTURAL DRAWINGS.

SOIL MEDIA, REFER TO LANDSCAPE CONSTRUCTION DETAILS.

DRAINAGE LAYER, REFER TO LANDSCAPE CONSTRUCTION DETAILS.

DRAIN ADAPTER AND PIPE, REFER TO LANDSCAPE CONSTRUCTION DETAILS. OMIT
DRAIN PIPE ON LEVEL 3. DRAIN DIRECTLY ON TO WATERPROOFING LAYER ON LEVEL 3
PLANTERS.

IRRIGATION LATERAL LINE UNDER PAVERS, UV RESISTANT PVC PIPE.

REFER TO SECTION A FOR CONNECTION TO DRIP TRANSITION FITTING, DRIP TUBE AND
ON LINE EMITTERS. REFER TO DRIP LAYOUT DETAIL FOR LAYOUT INFORMATION.

ROUND PLANTER, REFER TO LANDSCAPE CONSTRUCTION PLANS.

REFER TO RECTANGULAR PLANTER SECTION A FOR MORE INFORMATION.

PLANTER SCOOPS, DO NOT PLACE EMITTER WITHIN 6" OF OUTSIDE PLANTER EDGE

REFER TO IRRIGATION DRIP LAYOUT DETAIL FOR DIAGRAM OF COMPONENTS IN DRIP
SYSTEM.

INSTALL MANUAL FLUSH VALVE AT END OF DRIP LINE.

TOURNESOL TA-100 DRAIN ADAPTER FOR IRRIGATION CONNECTION THROUGH
PLANTER WALL. CONFIRM SIZE ADAPTER AND PENETRATION REQUIRED WITH
MANUFACTURER PRIOR TO ORDERING.
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NOTES:

1. REFER TO LANDSCAPE CONSTRUCTION PLANS FOR SOIL AND DRAINAGE
INFORMATION.

2. ALL HOLES DRILLED BY CONTRACTOR SHALL ADHERE TO MANUFACTURER
RECOMMENDATIONS.
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A
SECTION
TREE MICRO-SPRAY

SCALE: NTS
B

SECTION
TREE BUBBLER UNDER TREE GRATE

SCALE: NTS
C

SECTION
IN-LINE CHECK VALVE

SCALE: NTS
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3" MIN.
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BRICK OR CONCRETE6

PVC SCH 80 UNION (SXT)

PVC SCH 40 SxT MALE ADPT.

SUBGRADE(FOUR PER BOX MIN.)
SUPPORTS ON COMPACTED

COMPACTED SUBGRADE.

NOTE: USE TEFLON TAPE ON
ALL THREADED CONNECTIONS.

8

9

7

CHECK VALVE.

PVC LATERAL PIPE, TYP.

FLUSH W/ FINISH GRADE OF MULCH.

1

4

5

3

2

SEE SPECS. FOR DEPTH OF COVER

10" DIAMETER ROUND VALVE BOX WITH
BOLT DOWN LID,  A STAINLESS STEEL
BOLT AND WASHER SPECS. (DO NOT CUT
ADDITIONAL HOLES IN BOX).

10 FILTER FABRIC. WRAP 1 LAYER
AROUND BOX COVERING HOLES.

3

NOTES:

1. USE TEFLON TAPE ON ALL THREADED CONNECTIONS.
2. REFER TO PLANTING PLAN FOR TREE LOCATIONS, SIZE, AND

TYPE. VERIFY ON SITE THAT ALL POP-UP SPRAYS/BUBBLERS
ARE AT CORRECT TREE LOCATIONS AND HAVE THE CORRECT
NUMBER OF POP-UP SPRAYS/BUBBLERS INSTALLED FOR THEIR
SIZE AND TYPE. COORDINATE ON SITE WITH LANDSCAPE
ARCHITECT FOR TREE LOCATIONS.

3. INSTALL TREE POP-UP SPRAYS/BUBBLERS EQUIDISTANT FROM
EACH OTHER AROUND TREES. TYP.

4. ON SLOPES, INSTALL TREE POP-UP SPRAYS/BUBBLERS ON
UPHILL SIDE OF TREE.

LEGEND

POP-UP SPRAY/BUBBLER
HEAD

SWING JOINT ASSEMBLY.
TRIPLE SWING, WITH PVC
SCH 80 THREADED NIPPLES,
PVC SCH 40 STREET ELLS
(MIPT INLET/OUTLET), WITH
MIN. 6" LAY LENGTH

ANGLE WILL VARY WITH
SLOPE ANGLE / HEIGHT OF
POP-UP BODY

PVC SCH 40 TEE (SST) OR
ELL (ST)

PVC NON-PRESSURE LINE

6" FROM TREE ROOTBALL

3" ABOVE FINISH GRADE IN
SHRUB AREAS (FLUSH WITH
MULCH SURFACE)

FINISH GRADE

NOZZLE W/ SCREEN
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TREE GRATE.1

BUBBLER. TOP 2" MIN. FROM GRATE.

1/2" SPRING CHECK VALVE AS REQ'D  OR
PVC SCH 40 THD'D COUPLING (FIPT).

CONCRETE PAVING.

MULCH OR OTHER MATERIAL (SEE
PLANTING PLAN)

AMENDED BACKFILL.

1/2" X 4" FLEX RISER. (MIPT X FIPT). KBI,
FR-0500-4F OR EQUAL.

1/2" PVC SCH 80 THD'D PVC RISER. LENGTH
AS REQUIRED.

LINE SIZE PVC SCH 40 SLIP X SLIP X 1/2"
FIPT TEE ALONG LATERAL LINE, OR LINE
SIZE SLIP X 1/2" FIPT ELL AT TERMINAL
END OF PVC SCH 40 LATERAL LINE.

5

3

6" MINIMUM
FROM EDGE OF

TREE WELL

4

TREE ROOTBALL.

D
SECTION
DRIP INDICATOR

SCALE: NTS

LEGEND

PAVEMENT OR EDGE OF PLANTED
AREA

POP-UP INDICATOR CAP ON POP-UP
RISER. INSTALL POP-UP INDICATOR
HEAD 1/2" ABOVE FINISHED GRADE IN
SHRUB AND GROUND COVER AREAS

FINISH GRADE OF MULCH

HUNTER ECO-ID, 12" POP-UP HEAD

AMENDED SOIL

HUNTER SJ-512 SWING JOINT
ASSEMBLY, OR APPROVED EQUAL

DRIP SYSTEM EXHAUST HEADER, PVC
LATERAL LINE PIPE, TYPE AND SIZE
AS SHOWN ON LEGEND

SCH 40 PVC SxSxT TEE FITTING,
LATERAL X LATERAL X 1/2" SIZE WITH
FIPT THREADS (TWO TOTAL AT
LOCATION)

DRIP LATERAL CONNECTION, PVC SCH
40 PIPE AND PVC SCH 40 TEE (SxSxS)
OR ELL (SxS) FITTING

SUBSURFACE DRIP TUBING, DEPTH AS
SHOWN ON DETAIL

EXHAUST HEADER SHALL BE
INSTALLED 10" MIN. BELOW FINISHED
SOIL GRADE, TYPICAL
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LP-1.1.1

MAIN LEVEL
PLANTING PLAN

NORTH

4020100

SCALE: 1" = 20'

KEY NOTES
PLANTING AREAS THIS DIRECTION SHALL HAVE 3" MIN.
THICKNESS BARK MULCH PER  PLANTING MATERIALS AND
FINISH SCHEDULE AND SPECIFICATIONS. EXCEPTION: SEE
ENLARGMENTS ON SHEET LP-1.1.2 FOR MULCH
REQUIREMENTS

PLANTING AREAS THIS DIRECTION SHALL HAVE 3" MIN.
THICKNESS ROCK MULCH PER PLANTING MATERIALS AND
FINISH SCHEDULE AND SPECIFICATIONS. EXCEPTION: SEE
ENLARGMENTS ON SHEET LP-1.1.2 FOR MULCH
REQUIREMENTS

RIGHT OF WAY, TYP.

SEE DETAIL A, SHEET LC-3.4 FOR TREE LAYOUT
INFORMATION

ROCK MULCH (P-13) BENEATH PLANTS, NOT SHOWN FOR
CLARITY

INSTALL COBBLE MULCH AROUND INLETS IN PLANTING
AREAS PER DETAIL B / LP-4.0, TYP.

1

2

3

4

5

6

LANDSCAPE CONSTRUCTION LEGEND

KEY SYMBOL DESCRIPTION DETAIL
ROCK MULCH (NO PLANTS),
TYP.

F / LP-3.0

ROCK MULCH- TYPE 2 F / LP-3.0

ROOT BARRIER, TYP. C / LP-3.0

1. REFER TO SHEET LP-1.1.2 FOR PLANTING ENLARGEMENTS.
2. REFER TO SHEET LP-2.0 FOR PLANTING NOTES.
3. REFER TO SHEET LP-2.1 FOR FULL PLANTING LEGEND.
4. REFER TO SHEET LP-3.0 FOR PLANTING DETAILS.
5. APPLY MULCH IN ALL PLANTING AREAS. REFER TO PLANTING

NOTES AND SPECIFICATIONS FOR TYPE AND DEPTH.

SHEET NOTES

Know what's below.
Call before you dig.

Dig Alert

California South
Call Two Working Days Before You Dig!

811 / 800-227-2600

P-16

P-16

P-16

3
24" BOX
PYR KAW

P-16

2 1

2 1

P-13

P-13

P-13

PROPERTY LINE

SEE SHEET LP-1.1.2 FOR SOUTH
COURTYARD ENLARGEMENT

SEE SHEET LP-1.1.2 FOR MAIN LEVEL
COURTYARD ENLARGEMENT
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5 GAL
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CHO ELE

33
1 GAL
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NORTH

16840

SCALE: 1" =8'

KEY MAP

KEY NOTES
ALL RECTANGULAR PLANTERS AND ROUND PLANTERS ON
THIS SHEET SHALL HAVE 2" LAYER OF BARK MULCH, TYP.

ALL PLANTING AREAS IN MAIN COURTYARD SHALL HAVE 3"
MIN. LAYER OF BARK MULCH, TYP.

ALL PLANTING AREAS IN SOUTH COURTYARD SHALL HAVE 3"
MIN. LAYER OF ROCK MULCH. EXCEPTION: DECORATIVE
COBBLE AREAS. AREAS WHERE SEN SER AND CAR FLA ARE
PLANTED SHALL HAVE 3" MIN. LAYER OF BARK MULCH. HATCH
NOT SHOWN FOR CLARITY.

PROVIDE GREENLITE SOIL IN ALL PLANTING AREAS ON DECK,
TYP.

INSTALL COBBLE MULCH AROUND INLETS IN PLANTING
AREAS PER DETAIL B / LP-4.0, TYP. WITHIN SOUTH
COURTYARD AREA.

EYEBOLTS FOR TREE ANCHORING. REFER TO ARCHITECT
PLANS FOR DETAILS.

1

2

3

4

5

6

1. REFER TO SHEET LP-1.1.2 FOR PLANTING ENLARGEMENTS.
2. REFER TO SHEET LP-2.0 FOR PLANTING NOTES.
3. REFER TO SHEET LP-2.1 FOR FULL PLANTING LEGEND.
4. REFER TO SHEET LP-3.0 FOR PLANTING DETAILS.
5. APPLY MULCH IN ALL PLANTING AREAS. REFER TO PLANTING

NOTES AND SPECIFICATIONS FOR TYPE AND DEPTH.

SHEET NOTES

Know what's below.
Call before you dig.

Dig Alert

California South
Call Two Working Days Before You Dig!

811 / 800-227-2600

MAIN LEVEL COURTYARD LANDSCAPE PLANTING PLAN ENLARGEMENT

SOUTH COURTYARD LANDSCAPE PLANTING PLAN ENLARGEMENT

LEVEL 2 ROOF DECK LANDSCAPE PLANTING PLAN ENLARGEMENT

LEVEL 3 ROOF DECK LANDSCAPE PLANTING PLAN ENLARGEMENT

KEY MAP - LEVEL 2

NOT TO SCALE

KEY MAP - LEVEL 3

NOT TO SCALE

LAU SAR
36" BOX

6

SEN SER
1 GAL

13

PHO TEN
5 GAL

7

12
1 GAL
ALO BLU

22
1 GAL
ALO STR

3
1 GAL
AEO ARB

20
1 GAL
ALO BLU

3
1 GAL
ECH AFT

LANDSCAPE CONSTRUCTION LEGEND

KEY SYMBOL DESCRIPTION DETAIL
DECORATIVE COBBLE F / LP-3.0

ROCK MULCH F / LP-3.0

STEEL EDGER F / LP-3.0

ROOT BARRIER C / LP-3.0

P-12

P-16

P-12

P-16

3
1 GAL
SED NUS

OLE SWA
24" BOX

3

P-13

P-15

P-15

3P-13

1

1

1

4

1

JUN ELK
1 GAL

9

CHO TEC
1 GAL

3

LOM IRA
1 GAL

16

12" O.C.

12" O.C.

18" O.C.

12" O.C.

18" O.C.

2

CAR FLA
1 GAL

144

14
1 GAL
LOM IRA

33
1 GAL
CAR FLA

NOT TO SCALE

LP-1.1.2

LP-1.1.2

13
1 GAL
SEN SER

4
1 GAL
AEO STA

8
1 GAL
ECH AFT

6
1 GAL
ECH LIP

6
1 GAL
ALO STR

8
1 GAL
SEN SER

4
1 GAL
BOU HEL

2
1 GAL
SED NUS

BER SOF
1 GAL

20

P-13

3

AGA BLF
1 GAL

4

4

4

NOTE: : LEVEL 3 DRAINAGE FROM PLANTERS WILL DRAIN DIRECTLY ONTO WATERPROOFING (NO
PLUMBED DRAIN LINE TO ROOF DRAIN)

5

6
TYP.

HEU SAN
1 GAL
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LP-2.0

PLANTING NOTES

LANDSCAPE PLANTING NOTES
1. ALL FINISH GRADING AND LANDSCAPE OPERATIONS SHALL BE CARRIED OUT IN

ACCORDANCE WITH THE PROJECT DRAWINGS, DETAILS, AND PROJECT
SPECIFICATIONS. REFER TO PROJECT SPECIFICATIONS FOR ALL PLANTING
REQUIREMENTS.

2. SEE SHEET LP-3.0 FOR PLANTING DETAILS. SEE LANDSCAPE SPECIFICATIONS FOR
ADDITIONAL INFORMATION.

3. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE REVIEW AND COORDINATION
OF ALL DRAWINGS AND SPECIFICATIONS PRIOR TO THE START OF CONSTRUCTION.
THE CONTRACTOR SHALL INFORM THE OWNER'S REPRESENTATIVE IMMEDIATELY OF
ANY CHANGED CONDITIONS WHICH OCCUR ON PROJECT SITE WHICH ARE NOT
REFLECTED ON PLANS.

4. REMOVE ALL WEEDS, DEBRIS, AND ROCKS LARGER THAN ONE INCH (1") FROM ALL
PLANTING AREAS, AND DISPOSE OF APPROPRIATELY OFF-SITE.

5. SEE DETAIL F, SHEET LP-3.0 FOR FINISH GRADE ELEVATION ADJACENT TO PAVING
FINISH SURFACE IN SHRUB AND GROUNDCOVER AREAS.

6. CONTRACTOR SHALL INSTALL A THREE-INCH (3") LAYER OF BARK, ROCK, OR COBBLE
MULCH IN ALL SHRUB AND GROUNDCOVER AREAS WITH SLOPES LESS THAN 3:1
GRADIENT, SEE PLANS FOR LOCATIONS (UNLESS NOTED OTHERWISE). SUBMIT
SAMPLE FOR APPROVAL BY OWNER'S REPRESENTATIVE AND LANDSCAPE
ARCHITECT. REFER TO SPECIFICATIONS.

7. CONTRACTOR SHALL PROVIDE ELECTRONIC PHOTOGRAPHS OF ALL PLANTS FOR
APPROVAL PRIOR TO PURCHASE AND INSTALLATION. REFER TO SPECIFICATIONS.

8. TREE LOCATIONS  MAY BE ADJUSTED TO AVOID CONFLICTS WITH UNDERGROUND
UTILITIES. CONSULT WITH LANDSCAPE ARCHITECT OR OWNER'S REPRESENTATIVE
PRIOR TO ADJUSTMENT OF TREE LOCATIONS.

9. CONTRACTOR SHALL NOTIFY THE OWNER'S REPRESENTATIVE AT THE TIME OF
DELIVERY OF ANY PLANT MATERIAL WHICH HAS BEEN DAMAGED OR IS IN POOR
CONDITION.  THE OWNER'S REPRESENTATIVE SHALL DETERMINE ACCEPTABILITY OF
SUBJECT PLANT MATERIAL.

10. PLANT MATERIAL SHALL BE INSPECTED BY THE OWNER'S REPRESENTATIVE BEFORE
PLANTING. PLANT MATERIAL MAY BE REJECTED AT ANY TIME BY THE OWNER'S
REPRESENTATIVE DUE TO POOR CONDITION, FORM, OR DAMAGE PRIOR TO, DURING,
OR AFTER THE PLANTING PROCESS.

11. AT LEAST ONE PLANT OF EACH SPECIES DELIVERED TO THE SITE SHALL HAVE AN
IDENTIFICATION TAG FROM THE SUPPLYING NURSERY SHOWING BOTH COMMON AND
SCIENTIFIC NAMES.

12. THE PLANTING PLANS ARE DIAGRAMMATIC. PLANT MATERIALS SHALL BE SPOTTED
AS SHOWN ON THE DRAWINGS. TREE LOCATIONS ARE TO BE APPROVED BY THE
LANDSCAPE ARCHITECT PRIOR TO THE EXCAVATION OF PLANTING PITS AND
REMOVAL FROM CONTAINERS. FINAL LAYOUT OF ALL OTHER PLANT MATERIALS
SHALL BE APPROVED IN THE FIELD BY THE OWNER'S REPRESENTATIVE OR
LANDSCAPE ARCHITECT PRIOR TO PLANTING.

13. CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFYING ALL PLANT COUNTS AND
SQUARE FOOTAGES.

14. CONTRACTOR IS RESPONSIBLE FOR PROVIDING PLANT MATERIALS SUFFICIENT TO
COVER AREAS SHOWN ON THE DRAWINGS AT THE SPECIFIED SPACING.

15. NURSERY STAKES ARE TO BE REMOVED AFTER PLANTING TREES AND INSTALLATION
OF STAKING OR GUYING, AS SHOWN ON PLANS.

16. CONTRACTOR SHALL SUBMIT AN AGRICULTURAL SUITABILITY AND FERTILITY
ANALYSIS REPORT, AS NOTED IN THE PLANTING SPECIFICATIONS, TO THE
LANDSCAPE ARCHITECT AND THE OWNER'S REPRESENTATIVE FOR APPROVAL PRIOR
TO ANY PLANTING WORK OR SOIL AMENDMENT INCORPORATION. THE
RECOMMENDATIONS OF THE SOILS ANALYSIS REPORT FOR TOPSOIL AMENDMENT
AND BACKFILL MIX AMENDMENT SHALL SUPERSEDE THE RECOMMENDATIONS LISTED
IN THE SPECIFICATIONS.

17. CONTRACTOR SHALL COORDINATE LANDSCAPE WORK WITH THE WORK OF OTHER
TRADES AND PROFESSIONS. CONTRACTOR SHALL MAINTAIN PROPER DRAINAGE
DURING THE COURSE OF CONSTRUCTION.

18. CONTRACTOR IS RESPONSIBLE FOR COORDINATION OF EXISTING PROPOSED
UTILITIES WITHIN THE PROJECT LIMITS WHICH MAY BE AFFECTED BY INSTALLATION.
IMMEDIATELY CONTACT THE LANDSCAPE ARCHITECT IF A CONFLICT IS EVIDENT.

19. REMOVE ALL TYING MATERIALS, MARKING TAPES, AND NURSERY STAKES AT THE
TIME OF PLANTING.

20. CONTRACTOR SHALL PROTECT EXISTING VEGETATION AND OTHER IMPROVEMENTS
OUTSIDE THE LIMITS OF WORK. CONTRACTOR SHALL BE RESPONSIBLE FOR THE
REPAIR OR REPLACEMENT OF ANY DAMAGES INCURRED DURING CONSTRUCTION.

21. THE MAINTENANCE PERIOD SHALL BEGIN ONLY UPON WRITTEN ACCEPTANCE OF THE
COMPLETED PLANTED AREAS BY THE LANDSCAPE ARCHITECT AND THE OWNER'S
REPRESENTATIVE.

22. PROVIDE MATCHING FORMS AND SIZES FOR ALL PLANT MATERIAL WITHIN EACH
SPECIES AND SIZE DESIGNATED BY THE DRAWINGS.

23. ALIGN AND EQUALLY SPACE, IN ALL DIRECTIONS, ALL PLANT MATERIAL WITHIN EACH
SPECIES SO DESIGNATED PER THESE NOTES AND DRAWINGS.

24. FURNISH ALL DELIVERY SLIPS OF THE SPECIFIED AMENDMENTS TO THE
CONSTRUCTION MANAGEMENT SUPERVISOR AND LANDSCAPE ARCHITECT FOR
REVIEW AFTER PLANT INSTALLATION. IF IT IS DETERMINED MORE AMOUNTS ARE
NEEDED, CONTRACTOR WILL BE REQUIRED TO ADD INTO SOIL WITH OBSERVATION
OR PROVIDE CREDIT BACK TO OWNER.

25. ALL PLANTING AREAS SHALL BE GRADED TO HAVE POSITIVE DRAINAGE (2% MIN.)
AWAY FROM THE BUILDING WALLS AND STRUCTURES AND TOWARDS AREA DRAINS.

26. CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING EXISTING LANDSCAPE
WITHIN  SCOPE AREA. ALL PLANTING WITHIN SCOPE OF WORK AREAS ARE TO BE
KEPT FREE OF LITTER AND DEBRIS. ALL PLANTS SHALL BE MAINTAINED IN A HEALTHY
GROWING CONDITION. ALL DISEASED OR DEAD PLANTS SHALL BE REPLACED
IMMEDIATELY. REPLACE PLANTINGS IF DAMAGED, WITH LIKE SIZE, DURING
CONSTRUCTION.

27. CONTRACTOR SHALL BE HELD RESPONSIBLE FOR REPLACEMENT OF ALL PLANTINGS
AND TURF DAMAGED DURING IRRIGATION REPAIR OR PLANTING INSTALLATION.

28. MINIMUM TREE SEPARATION DISTANCE FROM IMPROVEMENTS:

A. TRAFFIC SIGNAL, STOP SIGN 20 FEET

B. UNDERGROUND UTILITY LINES    5 FEET

C. SEWER LINES 10 FEET

D. ABOVE GROUND UTILITY STRUCTURES 10 FEET
(TRANSFORMERS, HYDRANTS, UTILITY POLES, ETC)

E. DRIVEWAYS 10 FEET

F. RESIDENTIAL STREETS RATED AT 25 MPH OR LOWER   5 FEET

G. INTERSECTIONS (INTERSECTING CURB LINES OF TWO STREETS) 25 FEET
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PLANTING MATERIALS AND FINISH SCHEDULE
SYMBOL KEY ITEM DESCRIPTION COLOR & SIZE NOTES & REMARKS SUPPLIER INFORMATION DETAIL

DECORATIVE COBBLE COBBLE OVER WEED  BARRIER FABRIC
COLOR: MEXICAN SUNBURST PEBBLE
SIZE: 3"-5", INFILL WITH 1/2"-1"

INSTALL TO A DEPTH OF 3" MIN. OVER MIRAFI 140N WEED BARRIER FABRIC.
FABRIC SHALL NOT BE VISIBLE ONCE COBBLE IS INSTALLED, SEE SPECS

SOUTHWEST BOULDER & STONE
PHONE: (760) 497-2533
WEBSITE: SOUTHWESTBOULDER.COM

F / LP-3.0

ROCK MULCH CRUSHED ROCK OVER WEED BARRIER
FABRIC

COLOR: PALM SPRING GOLD CRUSHED
ROCK, SIZE: 3/8"

INSTALL TO A DEPTH OF 3" MIN. OVER MIRAFI 140N WEED BARRIER FABRIC.
FABRIC SHALL NOT BE VISIBLE ONCE COBBLE IS INSTALLED, SEE SPECS F / LP-3.0

ROCK MULCH-TYPE 2 CRUSHED ROCK AT IRRIGATION POINT OF
CONNECTION LOCATION

COLOR: PEWTER GRAY CRUSHED ROCK,
SIZE: 1-1/2" - 3"

INSTALL TO A DEPTH OF 3" MIN, SEE SPECS F / LP-3.0

STEEL EDGER STEEL EDGER COLOR: BLACK INSTALL PER DETAIL AND MANUFACTURER'S RECOMMENDATION.
SUR-LOC
PHONE: (619) 392-3209 F / LP-3.0

ROOT BARRIER UB 24-2 ROOT BARRIER COLOR: BLACK INSTALL PER DETAIL AND MANUFACTURER'S RECOMMENDATION.
DEEP ROOT
PHONE: (415) 781-9700 C / LP-3.0

- - GREEN LITE SOIL LIGHTWEIGHT SOIL COLOR: NATURAL INSTALL PER MANUFACTURER'S RECOMMENDATIONS, PER SPECS. ROOTS ORGANICS, HYDROFARM
CALIFORNIA  PHONE: (800) 634-9990 -
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PLANTING LEGEND

PLANTING SCHEDULE
TREES
SYMBOL CODE BOTANICAL NAME COMMON NAME CONT. SIZE SPACING QUANTITY MIN. HEIGHT MIN. SPREAD WUCOLS REMARKS DETAIL

ARB MAR ARBUTUS X 'MARINA' MARINA STRAWBERRY TREE 24" BOX SEE PLANS 1 9'-10' 3'-4' LOW
DOUBLE STAKED, STANDARD TRUNK. HEALTHY WITH NO DISEASES OR
PESTS PRESENT. STRAIGHT AND CLEAN TRUNK, NO BROKEN BRANCHES A, B / LP-3.0

LAU SAR LAURUS X 'SARATOGA' SARATOGA HYBRID LAUREL 36" BOX SEE PLANS 12 11'-12' 6'-7' LOW
DOUBLE STAKED, STANDARD TRUNK. HEALTHY WITH NO DISEASES OR
PESTS PRESENT. STRAIGHT AND CLEAN TRUNK, NO BROKEN BRANCHES

A, B / LP-3.0
& A / LP-3.1

OLE SWA OLEA EUROPAEA 'SWAN HILL' SWAN HILL OLIVE 24" BOX SEE PLANS 3 5'-6' 4'-5' LOW DOUBLE STAKED, MULTI TRUNK. HEALTHY WITH NO DISEASES OR PESTS
PRESENT.  NO BROKEN BRANCHES A, B / LP-3.0

PYR KAW PYRUS KAWAKAMII EVERGREEN PEAR 36" BOX SEE PLANS 3 12'-14' 5'-6' MEDIUM

SANTA BARBARA CITY STANDARD STREET TREE.

DOUBLE STAKED, STANDARD TRUNK. HEALTHY WITH NO DISEASES OR
PESTS PRESENT. STRAIGHT AND CLEAN TRUNK, NO BROKEN BRANCHES

A, B / LP-3.0

SHRUBS

AEO ARB AEONIUM ARBOREUM `TIP TOP` DWARF TREE AEONIUM 1 GAL SEE PLANS 3 4"-6" 4"-6" LOW HEALTHY, NO DISEASES/PESTS PRESENT.  FULL FLESHY, UNDAMAGED
LEAVES WITH NO LEAF TIP BROWNING. WELL-ROOTED. NOT ROOTBOUND. E / LP-3.0

AEO STA AEONIUM X 'STARBURST' STARBURST AEONIUM 1 GAL SEE PLANS 4 2"-4" 4"-6" LOW HEALTHY, NO DISEASES/PESTS PRESENT.  FULL FLESHY, UNDAMAGED
LEAVES WITH NO LEAF TIP BROWNING. WELL-ROOTED. NOT ROOTBOUND. E / LP-3.0

AGA BLF AGAVE 'BLUE FLAME' BLUE FLAME AGAVE 5 GAL SEE PLANS 14 12"-18" 18"-24" LOW HEALTHY, NO DISEASES/PESTS PRESENT.  FULL FLESHY, UNDAMAGED
LEAVES WITH NO LEAF TIP BROWNING. WELL-ROOTED. NOT ROOTBOUND. D / LP-3.0

AGA BLU AGAVE `BLUE GLOW` BLUE GLOW AGAVE 5 GAL SEE PLANS 9 12"-15" 15"-21" LOW HEALTHY, NO DISEASES/PESTS PRESENT.  FULL FLESHY, UNDAMAGED
LEAVES WITH NO LEAF TIP BROWNING. WELL-ROOTED. NOT ROOTBOUND. D / LP-3.0

ALO STR ALOE STRIATA CORAL ALOE 1 GAL SEE PLANS 28 4"-6" 4"-6" LOW HEALTHY, NO DISEASES/PESTS PRESENT.  FULL FLESHY, UNDAMAGED
LEAVES WITH NO LEAF TIP BROWNING. WELL-ROOTED. NOT ROOTBOUND. E / LP-3.0

ALO BLU ALOE X `BLUE ELF` ALOE 1 GAL SEE PLANS 32 4"-6" 4"-6" LOW HEALTHY, NO DISEASES/PESTS PRESENT.  FULL FLESHY, UNDAMAGED
LEAVES WITH NO LEAF TIP BROWNING. WELL-ROOTED. NOT ROOTBOUND. E / LP-3.0

BER SOF BERBERIS EURYBRACTEATA 'SOFT CARESS' SOFT CARESS MAHONIA 5 GAL SEE PLANS 46 14"-18" 14"-18" LOW HEALTHY WITH NO DISEASES OR PESTS, WELL-ROOTED BUT NOT
ROOTBOUND. FULL AND BUSHY TO GROUND D / LP-3.0

BOU HEL BOUGAINVILLEA GLABRA `HELEN JOHNSON` HELEN JOHNSON PAPER FLOWER 1 GAL SEE PLANS 4 9"-12" 9"-12" LOW HEALTHY WITH NO DISEASES OR PESTS, WELL-ROOTED BUT NOT
ROOTBOUND. FULL AND BUSHY TO GROUND D / LP-3.0

CHO ELE CHONDROPETALUM ELEPHANTINUM LARGE CAPE RUSH 5 GAL SEE PLANS 22 18"-24" 18"-24" LOW HEALTHY WITH NO DISEASES OR PESTS, WELL-ROOTED BUT NOT
ROOTBOUND. FULL AND SPREADING CLUMPS OF GRASS-LIKE LEAVES D / LP-3.0

CHO TEC CHONDROPETALUM TECTORUM CAPE RUSH 1 GAL SEE PLANS 23 8"-10" 8"-10" LOW HEALTHY WITH NO DISEASES OR PESTS, WELL-ROOTED BUT NOT
ROOTBOUND. FULL AND SPREADING CLUMPS OF GRASS-LIKE LEAVES E / LP-3.0

ECH LIP ECHEVERIA AGAVOIDES 'LIPSTICK' LIPSTICK ECHEVERIA 1 GAL SEE PLANS 6 2"-4" 4"-6" LOW HEALTHY, NO DISEASES/PESTS PRESENT.  FULL FLESHY, UNDAMAGED
LEAVES WITH NO LEAF TIP BROWNING. WELL-ROOTED. NOT ROOTBOUND. E / LP-3.0

ECH AFT ECHEVERIA X 'AFTERGLOW' AFTERGLOW ECHEVERIA 1 GAL SEE PLANS 11 2"-4" 4"-6" LOW HEALTHY, NO DISEASES/PESTS PRESENT.  FULL FLESHY, UNDAMAGED
LEAVES WITH NO LEAF TIP BROWNING. WELL-ROOTED. NOT ROOTBOUND. E / LP-3.0

HES PAR HESPERALOE PARVIFLORA RED YUCCA 1 GAL SEE PLANS 43 8"-10" 8"-10" VERY LOW HEALTHY, NO DISEASES/PESTS PRESENT.  FULL FLESHY, UNDAMAGED
LEAVES WITH NO LEAF TIP BROWNING. WELL-ROOTED. NOT ROOTBOUND. D / LP-3.0

HEU SAN HEUCHERA X 'SANTA ANA CARDINAL' CARDINAL CORAL BELLS 1 GAL SEE PLANS 14 6"-10" 6"-10" LOW HEALTHY WITH NO DISEASES OR PESTS, WELL-ROOTED BUT NOT
ROOTBOUND. FULL AND BUSHY TO GROUND E / LP-3.0

JUN ELK JUNCUS PATENS `ELK BLUE` SPREADING RUSH 1 GAL SEE PLANS 9 8"-10" 8"-10" LOW HEALTHY WITH NO DISEASES OR PESTS, WELL-ROOTED BUT NOT
ROOTBOUND. FULL AND SPREADING CLUMPS OF GRASS-LIKE LEAVES D / LP-3.0

LOM IRA LOMANDRA LONGIFOLIA 'BREEZE' BREEZE MAT RUSH 1 GAL SEE PLANS 193 8"-10" 8"-10" LOW HEALTHY WITH NO DISEASES OR PESTS, WELL-ROOTED BUT NOT
ROOTBOUND. FULL AND SPREADING CLUMPS OF GRASS-LIKE LEAVES D / LP-3.0

PHO MER PHORMIUM TENAX `MERLOT` MERLOT NEW ZEALAND FLAX 5 GAL SEE PLANS 7 18"-24" 12"-18" LOW HEALTHY WITH NO DISEASES OR PESTS, WELL-ROOTED BUT NOT
ROOTBOUND. FULL AND SPREADING CLUMPS OF GRASS-LIKE LEAVES D / LP-3.0

SAL WIN SALVIA CLEVELANDII 'WINNIFRED GILMAN' WINNIFRED GILMAN CLEVELAND SAGE 5 GAL SEE PLANS 60 18"-24" 18"-24" VERY LOW HEALTHY WITH NO DISEASES OR PESTS, WELL-ROOTED BUT NOT
ROOTBOUND. FULL AND BUSHY TO GROUND D / LP-3.0

SED NUS SEDUM NUSSBAUMERIANUM COPPERTONE STONECROP 1 GAL SEE PLANS 5 2"-4" 4"-6" LOW HEALTHY, NO DISEASES/PESTS PRESENT.  FULL FLESHY, UNDAMAGED
LEAVES WITH NO LEAF TIP BROWNING. WELL-ROOTED. NOT ROOTBOUND. E / LP-3.0

GROUND COVERS

CAR FLA CAREX FLACCA BLUE SEDGE 1 GAL 18" O.C. 177 4"-6" 4"-6" LOW HEALY, NO DISEASES/PESTS PRESENT. WELL-ROOTED BUT NOT
ROOTBOUND, FULL AND SPREADING CLUMPS OF GRASS LEAVES E / LP-3.0

CAR TUM CAREX TUMULICOLA FOOTHILL SEDGE 1 GAL 18" O.C. 500 4"-6" 4"-6" LOW
HEALY, NO DISEASES/PESTS PRESENT. WELL-ROOTED BUT NOT
ROOTBOUND, FULL AND SPREADING CLUMPS OF GRASS LEAVES E / LP-3.0

SEN SER SENECIO SERPENS BLUE CHALKSTICKS 1 GAL. 12" O.C. 164 4"-6" 4"-6" LOW HEALTHY, NO DISEASES/PESTS PRESENT.  FULL FLESHY, UNDAMAGED
LEAVES WITH NO LEAF TIP BROWNING. WELL-ROOTED. NOT ROOTBOUND. E / LP-3.0

P-12

P-13

P-15

P-16

NOTE: SEE SPECIFICATIONS FOR BARK MULCH INFORMATION.

P-14
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LP-3.0

PLANTING DETAILS

A
SECTION
TREE PLANTING WITH DOUBLE STAKING

NOT TO SCALE
C ROOT BARRIERB TREE OBSERVATION TUBE

LEGEND

BACKFILL MIX

GRAVEL FILL AROUND PIPE

4" PERFORATED PIPE WITH
FILTER SOCK. DO NOT FILL
PERF. PIPE WITH GRAVEL.

4" DIA. BLACK DRAIN GRATE.
USE ATRIUM GRATE WITH
INTERNAL MESH SCREEN IN
PLANTING AREAS AND FLAT
ROUND GRATE IN
DECOMPOSED GRANITE
AREAS (IF APPLICABLE)

FINISH GRADE

UNDISTURBED ROOTBALL

1
2

3

4

5
6

E GROUNDCOVER PLANTING F MULCH, EDGER

LEGEND

EDGE OF PAVING

EQUAL, SEE PLANTING
PLAN AND LEGEND FOR
SPACING

GROUNDCOVER

PLANT TABLET (1" MIN.
AWAY FROM ROOTS)

FINISH GRADE

PREPARE SOIL
THROUGHOUT PLANTING
AREA

SUBGRADE PER CIVIL
PLANS

SET FINISH GRADE
EQUAL TO THE DEPTH
OF BARK MULCH BELOW
FINISH SURFACE OF
PAVING

1/2 OF SPACING
DISTANCE AT ALL EDGES

1
2

3

4

5

6

7

8

9

PLAN

SECTION

9

1

22

2

5

1

4

6

7

3

LEGEND

TREE STAKE PER SPECIFICATIONS

TREE TIE (MIN. 4 REQUIRED, NAIL TO STAKE
USING 1-1/4" GALVANIZED THREADED NAILS)

MULCH, REFER TO SPECIFICATIONS AND
PLANTING NOTES FOR DEPTH AND TYPE

SEE TREE OBSERVATION TUBE DETAIL

FINISH GRADE

PLANT TABLETS PER SPECIFICATIONS,
INSTALL 3" BELOW GRADE, TYP.

PLANTING PIT W/ ROUGHENED SIDES AND
SLOPED BOTTOM PER TREE OBSERVATION
TUBE DETAIL. REFER TO SPECIFICATIONS
AND PLANTING NOTES FOR BACKFILL MIX.

BACKFILL MIX, PUDDLE AND SETTLE PER
SPECIFICATIONS

2x ROOTBALL DIAMETER MIN.

ROOTBALL

DEPTH OF ROOTBALL

4" WATERING BASIN, REMOVE BASIN AT END OF
MAINTENANCE PERIOD AND MULCH AS NEEDED

TREE COLLAR PER SPECIFICATIONS

TREE TRUNK

CUT STAKES BELOW TREE CANOPY

EXISTING GRADE AT SLOPES

NEW FINISH GRADE AT SLOPES (WHERE
APPLICABLE)

1

2

3

4

5
6

7

8

9

10
11
12

13

14
15

16
17

NOTES:

1. REFER TO SPECIFICATIONS FOR PLANTING
PROCEDURES AND ADDITIONAL INFORMATION.

2. REMOVE FROM BOX WITH AS LITTLE
DISTURBANCE TO THE ROOTBALL AS POSSIBLE.

3. FOR TREES PLANTED IN MAIN COURTYARD, OMIT
4" HIGH WATERING BERM AND TREE STAKES.

4. SEE SHEETS LP-1.1.2 AND LC-3.2 FOR GREENLITE
SOIL LOCATIONS. IN GREENLITE SOIL LOCATIONS
OMIT #7 AND #8 IN LEGEND ABOVE.

 1
2"

M
IN

.
24

"

15 14

13

12

11

9

10

1

2

3

4

5

6

7

8

+

5

3

4

1

26'
-0

" M
IN

.
6"

12" DIA. MIN.

6

8" MIN.

4

3

2

1

NOTES:

1. EXTEND PERFORATED PIPE
BELOW BOTTOM OF
ROOTBALL AS SHOWN. SLOPE
BOTTOM OF PLANTER PIT TO
DRAIN TOWARDS
PERFORATED PIPE. SIPHON
WATER AS REQUIRED TO
PREVENT ROOT ROT.

2. CONTRACTOR SHALL INSTALL
A MINIMUM OF TWO (2) TREE
DRAIN STANDPIPES FOR 24"
BOX TREES OR LARGER, TYP.

PLAN

SECTION

6

16

HIGH POINT

17

6" M
IN

.

C L
C L

LEGEND

TREE PLANTING PER PLANTING
LEGEND AND DETAILS

ADJACENT HARDSCAPE EDGE,
FINISH GRADE OF PLANTING
AREA TO BE 2" BELOW, SEE
DETAIL C

ROOT BARRIER AS REQUIRED
(SEE NOTES BELOW)

TOPSOIL AND SUBGRADE PER
CIVIL PLANS

ADJACENT GROUNDCOVER OR
SHRUB PLANTING

1

2

3

4

5

NOTES:

1. ROOT BARRIERS SHALL BE
INSTALLED WHEN TREES ARE WITHIN
5' OF HARDSCAPE AND AS SHOWN
ON PLANS

2. WHERE POSSIBLE INSTALL 10' EACH
SIDE OF TRUNK MEASURED
PARALLEL TO  HARDSCAPE X 24"
DEEP.

3. INSTALL PARALLEL TO WALKS &
CURBS.

4. DO NOT ENCIRCLE TREE IF
POSSIBLE.

5. FOLLOW MANUFACTURER'S
INSTRUCTIONS FOR INSTALLATION.

10' MIN. 10' MIN.

3

2

1

3

2

4

1

2

3

55

5' 5'

PLAN

SECTION

PLAN | SECTION NOT TO SCALE PLAN | SECTION NOT TO SCALE

SECTION | ISOMETRIC SCALE: N.T.S.NOT TO SCALEPLAN | SECTION
D SHRUB PLANTING

LEGEND

SHRUB

SHRUB CROWN (1" ABOVE FINISH
GRADE)

MULCH, REFER TO SPECS. & PLANTING
NOTES FOR DEPTH & TYPE

4" HIGH WATERING BERM ALL AROUND

PLANT PIT W/ ROUGHENED SIDES

PLANT TABLETS (3" BELOW GRADE)

BACKFILL MIX (PUDDLE & SETTLE)

TOPSOIL AND SUBGRADE PER
SPECIFICATIONS

2X ROOTBALL DIAMETER MIN.

ROOTBALL

DEPTH OF ROOTBALL

CURB OR PAVING (WHERE
APPLICABLE)

SET FINISH GRADE EQUAL TO THE
DEPTH OF BARK MULCH BELOW FINISH
SURFACE OF PAVING (WHERE
APPLICABLE)

NEW FINISH GRADE AT SLOPE (WHERE
APPLICABLE)

EXISTING FINISH GRADE AT SLOPE
(WHERE APPLICABLE)

1
2

3

4

5
6

7

8

9

10
11

12

13

14

15

4

10
5

6

7

8

3

2

11

9

12

1514
1

13

PLAN | SECTION NOT TO SCALE

NOTES:
A. SECURE STAKE WITHIN MULCH OR DECOMPOSED GRANITE.
B. EDGER SHALL  BE 1/2" MAX. ABOVE FINISH GRADE.
C. COMPACT GRADE ADJACENT TO EDGING TO PREVENT SETTLING.
D. INSTALL EDGER  PER MANUFACTURER'S RECOMMENDATIONS.

1'-0"

CONDITION: MULCHED

2"

2

3"

LEGEND

HARDSCAPE WHERE OCCURS
(CONCRETE OR HEADER)

BARK, ROCK, OR COBBLE MULCHED
PLANTING AREA, SEE PLANS FOR
LOCATIONS.

WEED BARRIER FABRIC BENEATH ROCK
AND COBBLE MULCH (NOT BARK MULCH),
TYP.  FABRIC SHALL NOT BE VISIBLE
ONCE ROCK/COBBLE HAVE BEEN
INSTALLED, TYP. FASTEN FABRIC TO
GROUND WITH 6" GALVANIZED STEEL U
STAKES AT 24" O.C. LAP FABRIC 12"
WHERE FABRIC JOINS. HOLD FABRIC
1-1/2" BELOW FINISHED SURFACE, TYP.

FINISHED GRADE

FINISHED SURFACE

METAL EDGER, REFER TO
SPECIFICATIONS AND PLANTING NOTES
FOR TYPE, THICKNESS AND DIMENSION.

STEEL STAKE, SECURE STAKE 1/2"
BELOW TOP OF EDGING

ROCK OR COBBLE MULCH, TYP.

ROCK MULCH, TYP.

SHRUB, TYP.

TOP OF MULCH VARIES AS SHOWN

GROUNDCOVER, TYP.

1

2

3

4

5

6

7

8

9

10

11

12

CONDITION: EDGER

8

3

6

7

NOTE:

1. FOR SHRUBS PLANTED IN MAIN COURTYARD,
PLANTER POTS AND RECTANGULAR PLANTERS,
OMIT THE 4" HIGH WATERING BERM.

2. SEE SHEETS LP-1.1.2 AND LC-3.2 FOR GREENLITE
SOIL LOCATIONS. IN GREENLITE SOIL LOCATIONS
OMIT #7 AND #8 IN LEGEND ABOVE.

8
3

5 14 3

6" DIA.
45°

TAPER

7

4

12

11

1"1"

6" DIA.

45°
TAPER

CONDITION: ROCK MULCH

3"

4

11

10 3
NOTE:

1. SEE SHEETS LP-1.1.2 AND
LC-3.2 FOR GREENLITE SOIL
LOCATIONS. IN GREENLITE
SOIL LOCATIONS OMIT #6
AND #7 IN LEGEND ABOVE.
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LP-3.1

PLANTING DETAILS

A
PLAN | SECTION
TREE PLANTING WITH GUYING

NOT TO SCALE
B COBBLE MULCH AROUND INLET

PLAN | SECTION NOT TO SCALE

LEGEND

HOSE COVERS OR TREE TIES

5' LONG MIN. WHITE TUBING (ONE PER
GUY WIRE)

MULCH, REFER TO SPECS & PLANTING
NOTES FOR DEPTH AND TYPE

12 GUAGE MIN. GALV. WIRE (4 REQ'D)

FINISH GRADE

PLANT TABLETS 3" BELOW GRADE

PLANT PIT W/ ROUGHENED SIDES

EYEBOLT INSTALLED IN SIDE OF
PLANTER, REFER ARCH DRAWINGS

GREENLITE SOIL

2x ROOTBALL DIAMETER MIN.

ROOTBALL

DEPTH OF ROOTBALL

TREE COLLAR (PLANT PER SPECS.)

TREE TRUNK

1
2

3

4

5

6
7

8

9

10
11

12
13

14

NOTES:

1. REFER TO SPECIFICATIONS FOR PLANTING PROCEDURES AND
ADDITIONAL INFORMATION

2. REMOVE FROM BOX WITH AS LITTLE DISTURBANCE TO THE
ROOTBALL AS POSSIBLE

60°
MAX.

2

3

4

5

6

78

9

1

10

1112

13

4

2

8

11

14

90
°

PLAN

LEGEND

"BASIN COBBLE" AROUND INLET,
INSTALL OVER WEED BARRIER
FABRIC, TYP.  INSTALL AT ALL
INLETS, TYP.

INLET PER CIVIL DRAWINGS

PLANTING AREA MULCHED PER
PLANTING PLANS

DASHED LINE FOR LAYOUT
PURPOSES ONLY

WEED BARRIER FABRIC

1

2
3

4

5

9"

2

3

4

1

PLAN

SECTION:
BARK MULCH

3

5

1

2

V
A

R
IE

S
2"

 M
IN

. 5
" M

A
X

.

V
A

R
IE

S
 - 

2"
M

IN
., 

5"
 M

A
X

.

bradbury
Text Box
BID DOCUMENTS

bradbury
Text Box
3/29/2024


	895 - Santa Barbara Probation-Arch
	A-1.0.0 - OVERALL GROUND FLOOR PLAN
	A-1.0.1 - PARTIAL GROUND FLOOR PLAN- AREA A
	A-1.0.2 - PARTIAL GROUND FLOOR PLAN- AREA B
	A-1.1.0 - OVERALL FIRST FLOOR PLAN
	A-1.1.1 - PARTIAL FIRST FLOOR PLAN- AREA A
	A-1.1.2 - PARTIAL FIRST FLOOR PLAN- AREA B
	A-1.2.1 - SECOND FLOOR PLAN
	A-1.3.1 - THIRD FLOOR PLAN
	A-1.3.2 - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-1.3.3 - ENLARGED ELEVATOR INTERIOR ELEVATIONS
	A-1.3.4 - ENLARGED STAIR 1 PLANS AND SECTIONS
	A-1.3.5 - ENLARGED STAIR 2 PLANS AND SECTIONS
	A-1.3.6 - ENLARGED CONC. STAIR PLANS AND SECTIONS
	A-1.3.7 - FIRST FLOOR ENLARGED PLAZA DECK DRAINAGE & PLANTER PLAN
	A-1.4.0 - GROUND FLOOR SLAB AND DIMENSION PLAN
	A-1.4.1 - FIRST FLOOR SLAB AND DIMENSION PLAN
	A-1.5.0 - ENLARGED FLOOR PLANS
	A-1.5.1 - ENLARGED RESTROOM PLANS
	A-1.5.2 - ENLARGED FLOOR PLANS
	A-1.5.3 - ENLARGED RESTROOM PLANS
	A-1.5.4 - ENLARGED RESTROOM PLANS
	A-1.6.0 - OVERALL ROOF PLAN
	A-1.6.1 - PARTIAL ROOF PLAN- AREA A
	A-1.6.2 - PARTIAL ROOF PLAN- AREA B
	A-1.6.3 - LOWER PARTIAL ROOF PLAN- AREA A
	A-2.0.0 - GROUND FLOOR REFLECTED CEILING PLAN
	A-2.0.1 - GROUND FLOOR REFLECTED CEILING PLAN - AREA A
	A-2.0.2 - GROUND FLOOR REFLECTED CEILING PLAN - AREA B
	A-2.1.0 - FIRST FLOOR REFLECTED CEILING PLAN
	A-2.1.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	A-2.1.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	A-2.2.0 - SECOND FLOOR REFLECTED CEILING PLAN
	A-2.3.0 - THIRD FLOOR REFLECTED CEILING PLAN
	A-3.1.1 - OVERALL EXTERIOR ELEVATION
	A-3.1.2 - OVERALL EXTERIOR ELEVATION
	A-3.1.3 - OVERALL EXTERIOR ELEVATION
	A-3.1.4 - OVERALL EXTERIOR ELEVATION
	A-3.1.5 - PARTIAL EXTERIOR ELEVATIONS
	A-3.1.6 - PARTIAL EXTERIOR ELEVATIONS
	A-4.1.1 - BUILDING SECTIONS
	A-4.1.2 - BUILDING SECTIONS
	A-4.1.3 - BUILDING SECTIONS
	A-4.1.4 - BUILDING SECTIONS
	A-4.2.1 - WALL SECTIONS
	A-4.2.2 - WALL SECTIONS
	A-4.2.3 - WALL SECTIONS
	A-4.2.4 - WALL SECTIONS
	A-4.2.5 - WALL SECTIONS
	A-4.2.6 - WALL SECTIONS
	A-4.2.7 - WALL SECTIONS
	A-6.0.0 - INTERIOR ELEVATIONS GROUND FLOOR
	A-6.0.1 - INTERIOR ELEVATIONS GROUND FLOOR
	A-6.1.1 - INTERIOR ELEVATIONS FIRST FLOOR
	A-6.1.2 - INTERIOR ELEVATIONS FIRST FLOOR
	A-6.1.3 - INTERIOR ELEVATIONS FIRST FLOOR
	A-6.1.4 - INTERIOR ELEVATIONS FIRST FLOOR
	A-6.2.1 - INTERIOR ELEVATIONS SECOND FLOOR
	A-6.2.2 - INTERIOR ELEVATIONS SECOND FLOOR
	A-6.2.3 - INTERIOR ELEVATIONS SECOND FLOOR
	A-6.2.4 - INTERIOR ELEVATIONS SECOND FLOOR
	A-6.3.1 - INTERIOR ELEVATIONS THIRD FLOOR
	A-6.3.2 - INTERIOR ELEVATIONS THIRD FLOOR
	A-7.1.0 - DOOR SCHEDULE
	A-7.1.1 - DOOR SCHEDULE & LEGEND
	A-7.2.0 - WINDOW SCHEDULE
	A-7.2.1 - WINDOW TYPES
	A-7.2.3 - STOREFRONT SCHEDULE
	A-7.3.0 - INTERIOR FINISH SCHEDULE
	A-7.3.1 - INTERIOR FINISH SCHEDULE
	A-7.3.2 - INTERIOR FINISH LEGEND
	A-7.4.0 - GROUND FLOOR FINISH PLAN
	A-7.4.1 - FIRST FLOOR FINISH PLAN
	A-7.4.2 - SECOND FLOOR FINISH PLAN
	A-7.4.3 - THIRD FLOOR FINISH PLAN
	A-8.1.0 - GROUND FLOOR FURNITURE PLAN
	A-8.1.1 - FIRST FLOOR FURNITURE PLAN
	A-8.1.2 - SECOND FLOOR FURNITURE PLAN
	A-8.1.3 - THIRD FLOOR FURNITURE PLAN
	A-9.0.0 - ORTHOGRAPHIC VIEWS
	A-9.0.1 - ORTHOGRAPHIC VIEWS
	AD-0.0 - EXTERIOR WALL ASSEMBLIES
	AD-0.2 - INTERIOR WALL ASSEMBLIES
	AD-0.3 - INTERIOR WALL ASSEMBLIES
	AD-0.4 - WALL FINISH ASSEMBLIES
	AD-0.5 - FLOOR ASSEMBLIES
	AD-0.7 - HORIZONTAL ASSEMBLIES
	AD-1.0 - TYPICAL FIRESTOP DETAILS AND FIRE EXTINGUISHER DETAILS
	AD-2.0 - FOUNDATION AND FLOOR DETAILS
	AD-3.0 - TRELLIS DETAILS AND MISCELLANEOUS DETAILS
	AD-4.0 - WALL DETAILS - EXTERIOR
	AD-4.1 - TYPICAL WALL DETAILS
	AD-4.2 - WALL SCREEN DETAILS
	AD-4.3 - TYPICAL METAL STUD INTERIOR WALL DETAILS
	AD-4.5 - TYPICAL WOOD STUD INTERIOR WALL DETAILS
	AD-5.0 - DOOR DETAILS
	AD-5.1 - DOOR AND WINDOW DETAILS
	AD-5.2 - EXTERIOR WINDOW AND LOUVER DETAILS
	AD-5.3 - STOREFRONT DETAILS
	AD-6.0 - TYPICAL FRAMED CEILING DETAILS
	AD-6.1 - TYPICAL SUSPENDED WOOD CEILING DETAILS
	AD-6.3 - TYPICAL SUSPENDED CEILING DETAILS
	AD-6.4 - SUSPENDED CEILING NOTES
	AD-7.0 - TILE ROOF DETAILS
	AD-7.1 - ROOF DETAILS
	AD-7.2 - ROOF DETAILS
	AD-7.3 - ROOF DETAILS
	AD-7.4 - ROOF DETAILS - PLAZA DECK
	AD-7.5 - ROOF DETAILS - PLAZA DECK AND BALCONY
	AD-8.0 - CASEWORK DETAILS
	AD-9.0 - ELEVATOR DETAILS
	AD-9.1 - STAIR DETAILS - INTERIOR
	AD-9.2 - STAIR DETAILS - EXTERIOR
	AD-10.0 - SIGNAGE DETAILS
	AD-10.1 - SIGNAGE DETAILS
	AD-10.2 - SIGNAGE SCHEDULE
	AD-11.0 - TYPICAL ACCESSIBILITY DETAILS
	AD-12.0 - TYPICAL TILE DETAILS

	2024-2-21 Santa Barbara Probation_Structural
	S-000 - ABBREVIATIONS, SYMBOLS AND SHEET INDEX
	S-001 - GENERAL STRUCTURAL NOTES
	S-002 - GENERAL STRUCTURAL NOTES
	S-003 - GENERAL STRUCTURAL NOTES
	S-004 - GENERAL STRUCTURAL NOTES
	S-005 - GENERAL STRUCTURAL NOTES
	S-100 - OVERALL FOUNDATION PLAN
	S-100A - ENLARGED FOUNDATION PLAN - AREA A
	S-100B - ENLARGED FOUNDATION PLAN - AREA B
	S-100R - OVERALL FOUNDATION ADDED REINFORCING PLAN
	S-100S - OVERALL FOUNDATION SHEAR REINFORCING PLAN
	S-101 - OVERALL FIRST FLOOR FRAMING PLAN
	S-101A - ENLARGED FIRST FLOOR PLAN - AREA A - TIE DOWN PLAN
	S-101AR - MILD REINFORCING PLAN - AREA A
	S-101AT - POST TENSIONING PLAN - AREA A
	S-101B - ENLARGED FIRST FLOOR PLAN - AREA B
	S-101BR - MILD REINFORCING PLAN - AREA B
	S-101BT - POST TENSIONING PLAN - AREA B
	S-102 - SECOND FLOOR FRAMING PLAN
	S-102A - ENLARGED SECOND FLOOR PLAN - AREA A
	S-102AL - ENLARGED SECOND FLOOR PLAN - AREA A - LATERAL
	S-102B - ENLARGED SECOND FLOOR PLAN - AREA B
	S-102BL - ENLARGED SECOND FLOOR PLAN - AREA B - LATERAL
	S-102S - SECOND FLOOR SHEATHING/ DIAPHRAGM PLAN
	S-103 - OVERALL THIRD FLOOR FRAMING PLAN
	S-103A - ENLARGED THIRD FLOOR PLAN - AREA A
	S-103AL - ENLARGED THIRD FLOOR PLAN AREA A - LATERAL
	S-103S - THIRD FLOOR SHEATHING/ DIAPHRAGM PLAN
	S-104 - ROOF FRAMING PLAN
	S-104A - ENLARGED ROOF PLAN - AREA A
	S-104AL - ENLARGED ROOF PLAN - AREA A - LATERAL
	S-104S - ROOF SHEATHING/ DIAPHRAGM PLAN
	S-105 - HIGH ROOF PARTIAL PLAN
	S-200 - ELEVATIONS
	S-201 - ELEVATIONS
	S-210 - SHEAR WALL AND BEARING WALL ELEVATIONS
	S-211 - SHEAR WALL AND BEARING WALL ELEVATIONS
	S-212 - SHEAR WALL AND BEARING WALL ELEVATIONS
	S-250 - SECTIONS
	S-300 - TYPICAL CONCRETE DETAILS
	S-301 - TYPICAL CONCRETE DETAILS
	S-302 - TYPICAL CONCRETE DETAILS
	S-303 - TYPICAL CONCRETE DETAILS
	S-304 - TYPICAL CONCRETE DETAILS
	S-305 - TYPICAL CONCRETE DETAILS
	S-306 - TYPICAL POST TENSIONED CONCRETE DETAILS
	S-307 - TYPICAL POST TENSIONED CONCRETE DETAILS
	S-308 - TYPICAL POST TENSIONED CONCRETE DETAILS
	S-309 - TYPICAL POST TENSIONED CONCRETE DETAILS
	S-310 - TYPICAL POST TENSIONED CONCRETE DETAILS
	S-311 - PT BEAM ELEVATIONS
	S-312 - PT BEAM ELEVATIONS
	S-350 - CONCRETE DETAILS
	S-400 - TYPICAL CMU DETAILS
	S-401 - TYPICAL CMU DETAILS
	S-402 - TYPICAL CMU DETAILS
	S-403 - TYPICAL CMU DETAILS
	S-404 - TYPICAL CMU DETAILS
	S-405 - TYPICAL CMU DETAILS
	S-500 - TYPICAL METAL STUD WALL DETAILS
	S-501 - TYPICAL COLD-FORMED METAL DETAILS
	S-502 - TYPICAL COLD-FORMED METAL DETAILS
	S-600 - TYPICAL WOOD DETAILS
	S-601 - TYPICAL WOOD DETAILS
	S-602 - TYPICAL WOOD DETAILS
	S-603 - TYPICAL WOOD DETAILS
	S-604 - TYPICAL WOOD DETAILS
	S-605 - TYPICAL WOOD DETAILS
	S-606 - TYPICAL WOOD DETAILS
	S-607 - TYPICAL WOOD DETAILS
	S-608 - TYPICAL WOOD DETAILS
	S-609 - TYPICAL WOOD DETAILS
	S-610 - TYPICAL WOOD DETAILS
	S-611 - TYPICAL WOOD DETAILS
	S-612 - TYPICAL WOOD DETAILS
	S-613 - TYPICAL WOOD DETAILS
	S-614 - TYPICAL WOOD DETAILS
	S-615 - TYPICAL WOOD DETAILS
	S-620 - TYPICAL WOOD DETAILS
	S-700 - SOLAR CANOPY DETAILS
	S-701 - SOLAR CANOPY DETAILS
	S-800 - MISC STEEL DETAILS
	S-900 - STAIR DETAILS
	S-901 - STAIR DETAILS
	S-910 - STAIR PARTIAL PLAN
	S-911 - STAIR PARTIAL PLAN
	S-912 - STAIR ELEVATION
	S-920 - PARTIAL PLAN FOR ELEVATOR
	S-921 - ELEVATOR DETAIL

	2024-01-19 SB Probation HQ Mechanical PC3
	M-0.0.0 - MECHANICAL NOTES, LEGEND & ABBREVIATIONS
	mech cad
	22147.00_M200_MECHANICAL SCHEDULES-M-0.0.1
	22147.00_M200_MECHANICAL SCHEDULES-M-0.0.2
	22147.00_M200_MECHANICAL SCHEDULES-M-0.0.3
	22147.00_M200_MECHANICAL SCHEDULES-M-0.0.4
	22147.00_M300_MECHANICAL DETAILS-M-0.0.5
	22147.00_M300_MECHANICAL DETAILS-M-0.0.6
	22147.00_M300_MECHANICAL DETAILS-M-0.0.7
	22147.00_M300_MECHANICAL DETAILS-M-0.0.8
	22147.00_MC_MECHANICAL CONTROL DETAILS-M-0.0.9
	22147.00_MC_MECHANICAL CONTROL DETAILS-M-0.0.10
	22147.00_MC_MECHANICAL CONTROL DETAILS-M-0.0.11

	M-0.1.0 - MECHANICAL HEAT/COOL ZONE PLANS
	M-0.1.1 - MECHANICAL HEAT/COOL ZONE PLANS
	M-0.1.2 - MECHANICAL VENTILATION ZONE PLANS
	M-0.1.3 - MECHANICAL VENTILATION ZONE PLANS
	M-1.0.0 - MECHANICAL OVERALL GROUND FLOOR PLAN
	M-1.0.1 - MECHANICAL ENLARGED GROUND FLOOR PLAN
	M-1.0.2 - MECHANICAL ENLARGED GARAGE FLOORPLAN
	M-1.1.0 - MECHANICAL OVERALL FIRST FLOOR PLAN
	M-1.1.1 - MECHANICAL ENLARGED FIRST FLOOR PLAN
	M-1.1.2 - MECHANICAL ENLARGED FIRST FLOOR PLAN
	M-1.1.3 - MECHANICAL ENLARGED FIRST FLOOR PLAN
	M-1.1.4 - MECHANICAL ENLARGED FIRST FLOOR PLAN
	M-1.1.5 - MECHANICAL ENLARGED FIRST FLOOR PLAN
	M-1.2.0 - MECHANICAL OVERALL SECOND FLOOR PLAN
	M-1.2.1 - MECHANICAL ENLARGED SECOND FLOOR PLAN
	M-1.2.2 - MECHANICAL ENLARGED SECOND FLOOR PLAN
	M-1.2.3 - MECHANICAL ENLARGED SECOND FLOOR PLAN
	M-1.2.4 - MECHANICAL ENLARGED SECOND FLOOR PLAN
	M-1.3.0 - MECHANICAL OVERALL THIRD FLOOR PLAN
	M-1.3.1 - MECHANICAL ENLARGED THIRD FLOOR PLAN
	M-1.3.2 - MECHANICAL ENLARGED THIRD FLOOR PLAN
	M-1.4.0 - MECHANICAL OVERALL ROOF PLAN
	M-2.0.0 - MECHANICAL GROUND FLOOR PIPING PLAN
	M-2.1.0 - MECHANICAL FIRST FLOOR PIPING PLAN
	M-2.2.0 - MECHANICAL SECOND FLOOR PIPING PLAN
	M-2.3.0 - MECHANICAL THIRD FLOOR PIPING PLAN

	2024-01-19 SB Probation HQ Plumbing PC3
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-0.0.1 PLUMBING DETAILS
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-0.0.2 PLUMBING DETAILS & CALCS
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-0.0.3 PLUMBING DWV SCHEMATIC DIAGRAM
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-0.0.4 PLUMBING HOT & COLD WATER SCHEMATIC DIAGRAM
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-0.0.5 PLUMBING SPECIFICATION
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-1.0.0 PLUMBING GROUND FLOOR PLAN
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-1.1.0 PLUMBING OVERALL FIRST FLOOR PLAN
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-1.1.1 PLUMBING ENLARGED FIRST FLOOR PLAN - HOT & COLD WATER
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-1.1.2 PLUMBING ENLARGED FIRST FLOOR PLAN - DWV
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-1.1.3 PLUMBING OVERALL CONDENSATE PLAN - FIRST FLOOR
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-1.2.0 PLUMBING OVERALL SECOND FLOOR PLAN
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-1.2.1 PLUMBING ENLARGED PARTIAL SECOND FLOOR PLAN
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-1.2.2 PLUMBING OVERALL CONDENSATE PLAN
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-1.3.0 PLUMBING THIRD FLOOR PLAN
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-1.3.1 PLUMBING OVERALL CONDENSATE PLAN
	P-0.0.0 PLUMBING NOTES, SCHEDULE, LEGEND, & ABBREVIATIONS
	P-1.4.0 PLUMBING OVERALL ROOF PLAN

	2024-03-18_SB PROBATION_THOMA 22-8052
	22-8052_1_E-0.1_ELECTRICAL GENERAL NOTES-E-0.1
	22-8052_2_E-0.2_ELECTRICAL LEGEND AND ABBREVIATIONS-E-0.2
	22-8052_3_E-0.3_ELECTRICAL SINGLE LINE DIAGRAM-E-0.3
	22-8052_4_E-0.4_LIGHTING FIXTURE SCHEDULES-E-0.4A
	22-8052_4_E-0.4_LIGHTING FIXTURE SCHEDULES-E-0.4B
	22-8052_5_E-0.5_SOLAR SYSTEM SINGLE LINE DIAGRAM-E-0.5
	22-8052_6_E-0.6~E-0.8_PANEL SCHEDULES-E-0.6
	22-8052_6_E-0.6~E-0.8_PANEL SCHEDULES-E-0.7
	22-8052_6_E-0.6~E-0.8_PANEL SCHEDULES-E-0.8
	22-8052_6_E-0.9_MECH PLUMBING EQUIP FEEDER SCHEDULE-E-0.9
	22-8052_7_E-1.0_OVERALL ELECTRICAL EQUIPMENT PLANS-E-1.0
	22-8052_8_E-2.0~E-2.3_ELECTRICAL DETAILS-E-2.0
	22-8052_8_E-2.0~E-2.3_ELECTRICAL DETAILS-E-2.1
	22-8052_8_E-2.0~E-2.3_ELECTRICAL DETAILS-E-2.2
	22-8052_8_E-2.0~E-2.3_ELECTRICAL DETAILS-E-2.3
	22-8052_8_E-2.0~E-2.3_ELECTRICAL DETAILS-E-2.4
	22-8052_9_ES-1.1.0_OVERALL ELECTRICAL SITE PLAN-ES-1.1.0
	22-8052_E-1.0.0~E-1.0.1_GROUND FLOOR LIGHTING PLAN-E-1.0.0
	22-8052_E-1.0.0~E-1.0.1_GROUND FLOOR LIGHTING PLAN-E-1.0.1
	22-8052_E-1.0.2~E-1.0.3_GROUND FLOOR LIGHTING CONTROLS PLAN-E-1.0.2
	22-8052_E-1.0.2~E-1.0.3_GROUND FLOOR LIGHTING CONTROLS PLAN-E-1.0.3
	22-8052_E-1.0.4~E-1.0.5_GROUND FLOOR POWER PLAN-E-1.0.4
	22-8052_E-1.0.4~E-1.0.5_GROUND FLOOR POWER PLAN-E-1.0.5
	22-8052_E-1.0.6~E-1.0.7_GROUND FLOOR COMMUNICATION PLAN-E-1.0.6
	22-8052_E-1.0.6~E-1.0.7_GROUND FLOOR COMMUNICATION PLAN-E-1.0.7
	22-8052_E-1.0.8_GROUND FLOOR MEP CONNECTION  PLAN-E-1.0.8
	22-8052_E-1.1.0~E-1.1.1_FIRST FLOOR LIGHTING PLANS-E-1.1.0
	OLE1

	22-8052_E-1.1.0~E-1.1.1_FIRST FLOOR LIGHTING PLANS-E-1.1.1
	OLE1

	22-8052_E-1.1.2~E-1.1.3_FIRST FLOOR LIGHTING CONTROLS PLANS-E-1.1.2
	OLE1

	22-8052_E-1.1.2~E-1.1.3_FIRST FLOOR LIGHTING CONTROLS PLANS-E-1.1.3
	OLE1

	22-8052_E-1.1.4~E-1.1.5_FIRST FLOOR POWER PLANS-E-1.1.4
	22-8052_E-1.1.4~E-1.1.5_FIRST FLOOR POWER PLANS-E-1.1.5
	22-8052_E-1.1.6~E-1.1.7_FIRST FLOOR COMMUNICATION PLANS-E-1.1.6
	22-8052_E-1.1.6~E-1.1.7_FIRST FLOOR COMMUNICATION PLANS-E-1.1.7
	22-8052_E-1.1.8~E-1.1.9_FIRST FLOOR MEP PLANS-E-1.1.8
	22-8052_E-1.1.8~E-1.1.9_FIRST FLOOR MEP PLANS-E-1.1.9
	22-8052_E-1.2.0_SECOND FLOOR LIGHTING PLAN-E-1.2.0
	22-8052_E-1.2.1_SECOND FLOOR LIGHTING CONTROLS PLAN-E-1.2.1
	22-8052_E-1.2.2_SECOND FLOOR POWER PLAN-E-1.2.2
	22-8052_E-1.2.3_SECOND FLOOR COMMUNICATION PLAN-E-1.2.3
	22-8052_E-1.2.4_SECOND FLOOR MEP PLAN-E-1.2.4
	22-8052_E-1.3.0_THIRD FLOOR LIGHTING PLAN-E-1.3.0
	22-8052_E-1.3.1_THIRD FLOOR LIGHTING CONTROLS PLAN-E-1.3.1
	22-8052_E-1.3.2_THIRD FLOOR POWER PLAN-E-1.3.2
	22-8052_E-1.3.3_THIRD FLOOR COMMUNICATION PLAN-E-1.3.3
	22-8052_E-1.3.4_THIRD FLOOR MEP PLAN-E-1.3.4
	22-8052_E-1.4.0_ELECTRICAL ROOF PLAN-E-1.4.0
	22-8052_ET24-0.1~ET24-0.5_ENERGY COMPLIANCE FORMS-ET24-0.1
	22-8052_ET24-0.1~ET24-0.5_ENERGY COMPLIANCE FORMS-ET24-0.2
	22-8052_ET24-0.1~ET24-0.5_ENERGY COMPLIANCE FORMS-ET24-0.3
	22-8052_ET24-0.1~ET24-0.5_ENERGY COMPLIANCE FORMS-ET24-0.4
	22-8052_ET24-0.1~ET24-0.5_ENERGY COMPLIANCE FORMS-ET24-0.5

	lighting
	2024-01-19 SB Probation HQ Energy PC3
	En1.0_ENERGY COMPLIANCE
	En1.1_ENERGY COMPLIANCE
	En1.2_ENERGY COMPLIANCE
	En1.3_ENERGY COMPLIANCE

	Fire Protection
	200194 - SB Probation HQ Issue for Bid - 2024-03-04-security
	200194 - EY001 TITLE SHEET-TITLESHEET
	200194 - EY100 OVERALL SITE PLAN DEVICE LAYOUT-Layout1
	200194 - EY101 GROUND FLOOR  PLAN-Layout1
	200194 - EY103 SECOND FLOOR  PLAN-Layout1
	200194 - EY104 THIRD FLOOR  PLAN-Layout1
	200194 - EY105 ROOF PLAN-Layout1
	200194 - EY500 DOOR DETAILS-Layout1
	200194 - EY501 DOOR DETAILS-Layout1
	200194 - EY510 CAMERA DETAILS-Layout1
	200194 - EY511 CAMERA DETAILS-Layout1
	200194 - EY520 MISCELLANEOUS DETAILS-Layout1
	200194 - EY521 MISCELLANEOUS DETAILS-Layout1
	200194 - EY530 WIRING DIAGRAMS-Layout1
	200194 - EY531 TYP VSS COMPONENT INTERCONNECT DIAGRAMS-Layout1
	200194 - EY532 ELEVATOR WIRING DIAGRAM-Layout1
	200194 - EY540 STC ELEVATIONS-Layout1
	200194 - EY601 Single Line Diagram-Layout1

	2022_029_SB Probation-PC2 Bid Set_Landscape_2024-01-29 (1)
	2022-029_LC-LC-1.1.1
	LC-1.1.1

	2022-029_LC-LC-1.1.2
	LC-1.1.2

	2022-029_LC-LC-1.1.3
	LC-1.1.3

	2022-029_LC-LC-1.2.1
	LC-1.2.1

	2022-029_LC-LC-2.0
	LC-2.0

	2022-029_LC-LC-2.1
	LC-2.1

	2022-029_LC-LC-2.2
	LC-2.2

	2022-029_LC Details-LC-3.0
	LC-3.0

	2022-029_LC Details-LC-3.1
	LC-3.1

	2022-029_LC Details-LC-3.2
	LC-3.2

	2022-029_LC Details-LC-3.3
	LC-3.3

	2022-029_LC Details-LC-3.4
	LC-3.4

	2022-029_LI-LI-1.1.1
	LI-1.1.1

	2022-029_LI-LI-1.1.2
	LI-1.1.2

	2022-029_LI-LI-1.1.3
	LI-1.1.3

	2022-029_LI-LI-1.1.4
	LI-1.1.4

	2022-029_LI-LI-1.1.5
	LI-1.1.5

	2022-029_LI-LI-1.2.1
	LI-1.2.1

	2022-029_LI-LI-2.0
	LI-2.0

	2022-029_LI-LI-3.0
	LI-3.0

	2022-029_LI Details-LI-4.0
	LI-4.0

	2022-029_LI Details-LI-5.0
	LI-5.0

	2022-029_LI Details-LI-6.0
	LI-6.0

	2022-029_LI Details-LI-7.0
	LI-7.0

	2022-029_LI Details-LI-8.0
	LI-8.0

	2022-029_LI Details-LI-9.0
	LI-9.0

	2022-029_LP-LP-1.1.1
	LP-1.1.1

	2022-029_LP-LP-1.1.2
	LP-1.1.2

	2022-029_LP-LP-2.0
	LP-2.0

	2022-029_LP-LP-2.1
	LP-2.1

	2022-029_LP-LP-3.0
	LP-3.0

	2022-029_LP-LP-3.1
	LP-3.1



