1.1 Please clarify if the contractor shall procure and maintain insurance ... \

Question  Please clarify if the contractor shall procure and maintain insurance for the duration of the contract, and for four years thereafter.

Answer Contractor shall procure and maintain for the duration of the contract, and for 5 years thereafter, insurance against claims for injuries to persons or damage to property which may arise from or in connection with the performance of the work
hereunder by the Contractor, its agents, representatives, employees, and sub-contractors.

1.2 The Certificate of Liability Insurance forms included in Appendix D Fo... \

Question The Certificate of Liability Insurance forms included in Appendix D Forms are blank. Please clarify what is the required insurance coverage limits.

Answer A certificate of Insurance with required coverage will be issued as part of Addendum 2 on August 14.

1.3 Our company is interested in bidding on this project, but | wanted to ... \

Question Our company is interested in bidding on this project, but | wanted to confirm that it is open to all bidders. | saw that an RFQ was done last month, but the documents don't mention that it is only open to bidders that previously prequalified with
the City for this project.

Answer The project is open to all bidders. No pre-qualification requirements.

1.4 In the planning of the Aquatics Center, has the city considered acoust...

Question In the planning of the Aquatics Center, has the city considered acoustics for this project? Our firm specializes in reducing noise in loud environments such as indoor aquatics centers. Our Gym and Aquatic Center System cuts down on the
decibels and reverberation time in gyms, pools, and other participation sports facilities. Our system is anti-microbial and extremely humidity resistant making it the perfect answer to active environments.

Answer Yes, please refer to the plans

1.5 What is the Engineer’s estimate for this project?

Question What is the Engineer's estimate for this project?

Answer The engineer’s estimate is posted on Planet Bids; please refer to Planet Bids project dashboard

1t 2 Released via Email 08/15/2024 2:59 PM (PDT) - 8 questions

2.1 Good Afternoon, The specifications require subcontractors to carry th...

Question Good Afternoon, The specifications require subcontractors to carry the same insurance limits as specified for the GC's. The $27 million umbrella policy requirement seems excessive for most subcontractors. Will the district accept an
umbrella policy of $5 million for subcontractors? Thank you, Rachel Tevanyan Bid Coordinator & Business Development Specialist Granstrom Masonry, Inc.

Answer This was clarified as part of Addendum 2



2.2 Please confirm any city plan check fees for deferred submittal of slid...

Question  Please confirm any city plan check fees for deferred submittal of slide and slide to be no cost fees or billed as reimbursable expense.

Answer No cost fees

2.3 Please provide Appendix M SCE Final Plan.

Question  Please provide Appendix M SCE Final Plan.

Answer This was clarified as part of Addendum 2

2.4 Appendix L - Staging Plan - calls for entire parking lot to be slurry ...

Question  Appendix L - Staging Plan - calls for entire parking lot to be slurry sealed at end of construction. Please provide information on slurry material for bidding purposes.

Answer  Please refer to Standard Specifications for Public Works Construction, Section 203-5.

2.5 Please provide Division 01 General Requirement specifications 01 1100 ...

Question  Please provide Division 01 General Requirement specifications 01 1100 Summary of Work - 01 8121 Environmental Impact of Materials. Only 01 5723 Temporary Storm Water Pollution Control was included in the bid documents.

Answer This was clarified as part of Addendum 2

2.6 Please provide a spec section for the pavement markings shown on 2/A10...

Question Please provide a spec section for the pavement markings shown on 2/A102.

Answer Please refer to Standard Specifications for Public Works Construction, Section 214.

2.7 The References form (P-10 of P-20 in the Bid Proposal) is one of the c...

Question The References form (P-10 of P-20 in the Bid Proposal) is one of the crucial forms; as noted on page vii, the proposal may be considered non-responsive if it is not included. This form specifies that the BIDDER should list "THREE public
agencies for which the BIDDER has performed similar work, including renovations, rehabilitation, and/or new construction of an aquatics facility with a competition or recreational pool, within the past ten years." However, page xi of the
Instructions to Bidders indicates this requirement should be met within the past three years. Please confirm that the ten-year timeframe specified on the References form (P-10) is correct

Answer This was clarified as part of Addendum 2

2.8 P-10 of P-20 requires the Bidder to provide three public agencies with...

Question P-10 of P-20 requires the Bidder to provide three public agencies with which the bidder has performed similar work, including renovations, rehabilitation, and/or new construction of an aquatics facility with a competition or recreation pool,
within the past ten years. Q1). May the Bidder include successfully completed aguatic centers when the Bidder acted as a Construction Manager? Q2). If the Bidder can also show an average annual revenue over $160M per year over the past
three years, may the Bidder include an aquatics facility project completed within the past 13 years instead of 10 years?

Answer This was clarified as part of Addendum 2



3.1 Recently released Addendum 2 - Page 1 refers to Bid due date and Q8A d...

Question Recently released Addendum 2 - Page 1 refers to Bid due date and Q&A deadline being extended but did not reflect any changes to the planet bids or anywhere else on the revised docs. Please confirm if bid due date to be extended.

Answer Bid due date and Q&A deadline amended in Addendum 2. This is also reflect in Planet Bids.

4.1 274100 - AV in Zoom rooms A16, A19 & A22 - Spec section 274100 calls o...

Question 274100 - AV in Zoom rooms A16, A19 & A22 - Spec section 274100 calls out for a “Zoom Room" AV systems going into rooms A16, A19 & A22. However these spaces are not shown anywhere on the plans for this project. Please clarify where
the Zoom Rooms are for this project.

Answer Wrong document provided, updated with addendum 3/ this is not required

4.2 274100 - AV in Multi-purpose room A22 - Spec section 274100 calls out ...

Question 274100 - AV in Multi-purpose room A22 - Spec section 274100 calls out for an AV system going into Multi-purpose room #A22 however this space is not shown anywhere on the plans for this project. Please clarify.

Answer Wrong document provided, updated with addendum 3/ this is not required

4.3 274100 - AV Specs not matching plans - The 274100 AV specs do not matc...

Question 274100 - AV Specs not matching plans - The 274100 AV specs do not match the AV plans for this project at all. Everything called out in the specs references room numbers that do not seem to be a part of this project and plans are showing
things that are not in specs. Please provide updated 274100 specs that are intended for this project with matching room numbers and equipment.

Answer Wrong document provided, updated with addendum 3

4.4 Refer to irrigation legend on sheet L2.00, model of flow sensor is FM-...

Question Refer to irrigation legend on sheet L2.00, model of flow sensor is FM-1508. However, specs section 328400/2.07D shows FM-1258. Please clarify.

Answer Contractor shall install FM-1508 model for this project.



4.5 Please provide size for mainline symbol shown on sheet L2.01 & L2.02

Question Please provide size for mainline symbol shown on sheet L2.01 & L2.02

Answer Mainline pipe shall be 2.5" Class 315, except for the Valve Manifold pipe, which shall be 2" Class 315.

4.6 Please confirm that in addition to AISC Certification, an LA City Cert...

Question Please confirm that in addition to AISC Certification, an LA City Certified Fabricator will be acceptable for the fabrication and installation of the steel for this project? Ref. Spec section 05 12 00 - 7, Sections 1.6B and 1.6C.

Answer It is our experience that this is usually acceptable; however, formal approval must come from the authority having jurisdiction

4.7 Per Spec Sec. 084113 Aluminum Framed Storefronts, the approved manufac...

Question Per Spec Sec. 084113 Aluminum Framed Storefronts, the approved manufacturer Kawneer with Trifab VG 451T as basis of design for framing. Per the sheet A310 Wall Sections Det. 4 and A820 Exterior Details, Det. 6 & 7, however, Trifab 400
with 1/4" glass was specified. Please confirm.

Answer Kawneer Trifab VG 451T will be basis of design. Details to be updated in addendum 3.

5.1 Plan sheet MR-1 note 21 states different model number for eyewash show...

Question Plan sheet MR-1 note 21 states different model number for eyewash shower (8300-8309CRP) than specifications 13 11 06 2.26 (8300-8309WC). Please confirm either model may be used for pricing.

Answer 8300-8309CRP is the correct model.

5.2 Specification 13 11 06 2.21 and plan sheet MR-1 only note one chemical...

Question Specification 13 11 06 2.21 and plan sheet MR-1 only note one chemical controller. Plan layout shows two callouts for a chemical controller for each body of water, please clarify as typical that each body of water have independent chemical
controllers.

Answer Two (2) shall be provided.

5.3 Specification 13 11 06 2.12 and plans note "Activity pool feature mani...

Question Specification 13 11 06 2.12 and plans note "Activity pool feature manifold". No detail is provided. Please clarify if valves are to be used within this manifold and if they are to be actuated solenoid valves with electrical connections and
programming to control panel.

Answer The manifold should be field built and does not require any solenoid valves.



5.4 Detail 1 plan sheet SP-9 notes detail for cross braced ladder for the .

Question Detail 1 plan sheet SP-9 notes detail for cross braced ladder for the swimming pool and not to reference specifications. No specification provided for manufacturer and model number. Please clarify.

Answer Three (3)Cross-Braced Ladder: Paragon #42123 Custom, KDI-Paragon, S.R. Smith, Paddock, or Spectrum

5.5 Please clarify if swimming pool and activity pool floors over excavati...

Question  Please clarify if swimming pool and activity pool floors over excavation is to extend laterally 3 beyond floor footprint (Section 13 11 01 3.2.C) . Doing so will require shoring of all wall structures and backfilling rather than noted use of shotcrete
against earth forms (13 11 01 3.2.8) increasing construction duration and cost

Answer The excavation will not need to extend 3" beyond the pools’ floor footprint.

5.6 Please clarify if swimming pool and activity pool floors are to be ove..

Question Please clarify if swimming pool and activity pool floors are to be over excavated 24 inches in depth

Answer 12" of scarification and re-compaction will be needed for the swimming pool. 24" of scarification and re-compaction will be needed for the activity pool.

5.7 Drawing A105, at the bottom of the drawing there is a note regarding a...

Question Drawing A105, at the bottom of the drawing there is a note regarding an add alternate for a tensioned fabric canopy. Appendix A in the spec book has Definition of Bid Items and it indicates this alternate #3 shall include posts, foundations,
canvas sails, anchorge and attachment connections. Please provide details of the posts, foundations, anchorage and attachment connections for this system.

Answer See A105 in Addendum 3. This is indicated as delegated design on A001

5.8 Detail 7/A841 is calling for Preprufe 300R. Please clarify where this ..

Question Detail 7/A841 is calling for Preprufe 300R. Please clarify where this detail applies and please provide a spec section for this system.

Answer This Is for the pipe at the backwash pit in the pool mechanical room 205. Spec to be updated in Addendum 3

5.9 Drawing 5203, can you please provide a cut through the trellis foundat...

Question Drawing 5203, can you please provide a cut through the trellis foundation seating area going east to west. Details for both seating areas appear to missing construction information at the interior radius walls (ftgs, wall sections, etc.).

Answer The requested detail will be included in the addendum 3 drawings

5.10 Drawing A021, keynote 17 indicates a swimsuit spinner. Please clarify ...

Question Drawing A021, keynote 17 indicates a swimsuit spinner. Please clarify if the GC is responsible for furnishing and installing this item. If so, please provide a spec section for this item.

Answer Yes, contractor to furnish and install. Please see exhibit E for basis of design.



5.11 Is the bleacher seat signage referred toon A110 and A111 partof the ..

Question |s the bleacher seat signage referred to on A110 and A111 part of the signage scope, or supplied by others?

Answer There is no signage at the bleacher seating

5.12 Please provide direction for the entrance / egress signage that will b...

Question Please provide direction for the entrance / egress signage that will be needed for the many gates around the pool area.

Answer Tactile and illuminated exit signs are required at gates G02, G03, G07, G08, G09/10 and G11/12

5.13 On Reflected Ceiling Plan A600, please clarify if the white squares in...

Question  On Reflected Ceiling Plan A600, please clarify if the white squares in Room 104 are acoustical ceiling panels. If they are, please provide a revised finish schedule, A800, that identifies every room that is recieving acoustical ceiling panels. At
this time the finish schedule only shows 4 rooms (104, 107, 108, 203) receiving acoustical ceiling panels while the reflected ceiling plan shows 9 rooms (104, 107, 108, 109, 200, 201, 202, 203, 204).

Answer Room 104 does have acoustic ceiling panels. A800 will be updated in Addendum 3

5.14 Please provide a spec section for the metal decking identified as RD-1...

Question Please provide a spec section for the metal decking identified as RD-1 and RD-2 shown on S-202.

Answer  Steel deck specification section 05 3100 will be included in addendum 3



5.15 274100 - Network switch - Who is responsible for providing the IP netw...

Question 274100 - Network switch - Who is responsible for providing the IP network switch that is shown on 3/AV501. IF the 274100 contractor is responsible for providing this, then please provide a moel number.

Answer drawing will be updated in addendum 3

5.16 274100 - AV Mics - Detail 3/AV501 is showing a Microphones connected t...

Question 274100 - AV Mics - Detail 3/AV501 is showing a Microphones connected to AV ecoders but it is not clear what this is. Please provide a model number for these Microphones that should be provided.

Answer riser/ block diagrams will be updated for addendum 3

5.17 274100 - AV Cameras - Detail 3/AV501 is showing AV cameras connected t...

Question 274100 - AV Cameras - Detail 3/AV501 is showing AV cameras connected to ecoders but it is not clear what this is. Please provide a model number for the AV cameras that should be provided.

Answer riser/ block diagrams will be updated for addendum 3

5.18 274100 - AV Displays - Detail 3/AV501 is showing AV displays connected...

Question 274100 - AV Displays - Detail 3/AV501 is showing AV displays connected to decoders but it is not clear what this is. Please provide a model number for the AV displays that should be provided.

Answer riser/ block diagrams will be updated for addendum 3



5.19 274100 - AV Control - Detail 3/AV501 is showing AV control connected t...

Question 274100 - AV Control - Detail 3/AV501 is showing AV control connected to an IP Switch but it is not clear what this is. Please provide a model number for the AV control should be provided.

Answer riser/ block diagrams will be updated for addendum 3

5.20 274100 - AV Encoder/Decoders - Detail 3/AV501 is showing Encoders and ...

Question 274100 - AV Encoder/Decoders - Detail 3/AV501 is showing Encoders and Decoders connected to an IP Switch but it is not clear what they are. Please provide model numbers for these AV Encoders and Decoders that should be provided.

Answer riser/ block diagrams will be updated for addendum 3

5.21 274100 - Pool AV speaker - detail 4/AV701 is showing an outdoor pole m...

Question 274100 - Pool AV speaker - detail 4/AV701 is showing an outdoor pole mounted AV speaker but there is no model number provided. Please clarify manufacturer and model numbers for both the speaker and the pole mount shown in detail
4/AV701.

Answer  One system PM2/M for pole mount system / One system direct weather loudspeaker 106HTH will update specs in addendum 3

5.22 274100 - AV devices at Pool - Sheet AV201 is showing two "AV" location...
Question 274100 - AV devices at Pool - Sheet AV201 is showing two "AV* locations with a note saying they are for the scoreboard connections. Please clarify which spec section would be responsible for providing and installing these "AV" devices?
Answer  Specification is being updated in addendum 3 to include informatioin
5.23 274100 - AV in Office 200 and Breakroom 203 - Sheet AV200 is showing a... |

Question 274100 - AV in Office 200 and Breakroom 203 - Sheet AV200 is showing a TV in Office 200 and another in Breakroom 203 but it is not clear as to what should be provided or installed for these two spaces as they are not included in the 274100
specs. Please clarify.

Answer Thereis no TV in breakroom, there is a TV in office and a TV/display in Reception, spec updated for addendum 3

5.24 274100 - AV wiring diagram for Pool - Please provide a wiring diagram ... \

Question 274100 - AV wiring diagram for Pool - Please provide a wiring diagram that shows how the AV system for the Pool area should be connected.

Answer Wil be added for addendum 3

5.25 274100 - AV wiring diagram for #204 - Please provide a wiring diagram ... \l

Question 274100 - AV wiring diagram for #204 - Please provide a wiring diagram that shows how the AV system in Activity Room 204 should be connected.

Answer Wil be added for addendum 3



5.26 274100 - wall mounted lobby display - Spec section 274100 calls out fo...

Question 274100 - wall mounted lobby display - Spec section 274100 calls out for (2) wall mounted display in Lobby A1. However this is not shown anywhere on the plans. Please clarify where these Lobby display will be installed at for this project.

Answer Wrong document provided, updated with addendum 3 a display is present in the reception rm 202

§.27 274100 - overhead digital signage display - Spec section 274100 calls ...

Question 274100 - overhead digital signage display - Spec section 274100 calls out for (2) overhead digital signage display in a Lobby. However these are not shown anywhere on the plans. Please clarify where the diigtal sigange location are for this
project.

Answer Wrong document provided, updated with addendum 3/ this is not required

6.1 Masonry wall call out on S201 does not match A200. Please clarify.

Question Masonry wall call out on S201 does not match A200. Please clarify.

Answer S207 only indicates shear walls. A200 shows both shear and non-shear CMU walls
See 0550 00. This is also a deferred approval item per A001

7.1 In Addendum 2, spec section 012300 - Aliernates was provided. A total ..

Question In Addendum 2, spec section 012300 - Alternates was provided. A total of 6 alternates are identified in this spec. On the PlanetBids website, only 4 alternates are listed. Please update the website.

Answer Section 01 2300 Alternates has been revised. For alternate bid items, refer 1o Special Provisions, Sheet P-1 of P-20 and Appendix A Definition of Bid ltems.

7.2 In Addendum 2, spec section 012300 - Alternates was provided. A total ...

Question In Addendum 2, spec section 012300 - Alternates was provided. A total of 6 alternates are identified in this spec. Please provide a revised Bid Proposal form that lists all 6 of these alternates. The current Bid Proposal form only lists 4.

Answer Section 01 2300 Alternates has been revised. For alternate bid items, refer to Special Provisions, Sheet P-1 of P-20 and Appendix A Definition of Bid ltems.

7.3 In Addendum 2, spec section 012300 - Alternates was provided. In parag...

Question In Addendum 2, spec section 012300 - Alternates was provided. In paragraph 3.1 of the spec, the base bid item for Alternates 3 - 6 state "replace existing plam trees with new trees”. This description for all of these alternates does not seem
accurate. Please provide a revised spec that lists the correct base bid item for these alternates.

Answer Section 01 2300 Alternates has been revised. For alternate bid items, refer to Special Provisions, Sheet P-1 of P-20 and Appendix A Definition of Bid Items.



7.4 please clarify if there are any federal documents required along with ... .

Question please clarify if there are any federal documents required along with the bid proposal p-1 to P-20 we need to attach.

Answer  Bid proposals shall include documents as identified in the Instructions to Bidders for Proposal Submission. Bidders shall review Special Instructions to Bidders for Federally Funded Projects and shall comply with all federal requirements in the
Contract Documents including, but not limited to, the federal requirements set forth in the Construction Contract Agreement as included in Appendix B.

7.5 Specs 012300/ Addendum 2 shows 6 alternates. However, bid form shows 4... .

Question Specs 012300/ Addendum 2 shows 6 alternates. However, bid form shows 4 alternates. Please clarify.

Answer Section 01 2300 Alternates has been revised. For alternate bid items, refer to Special Provisions, Sheet P-1 of P-20 and Appendix A Definition of Bid ltems.

7.6 Regarding the revision to the original Notice Inviting Bids (NIB) made... .

Question Regarding the revision to the original Notice Inviting Bids (NIB) made via Addendum 2, it is noted that only the deadline for Questions and Answers (Q&A) has been extended from August 13, 2024, to August 19, 2024. The Bid due date of
August 28, 2024, remains unchanged as originally provided. The reference in Addendum 2 to a revision of the bid due date is unclear, as it does not specify any changes to the original August 28, 2024, deadline. Please confirm that the
extension pertains solely to the Request for Information (RFI) deadline and not to the bid due date.

Answer The Q&A deadline was extended as part of Addendum 2. However, the bid due date, which appears in two different sections of the Notice Inviting Bids (NIB), did not initially did not correspond. Addendum 2 corrected this inconsistency by
stating bid opening date to be August 28, 2024.

7.7 Please advise if the bid due date is extended. The update on the Notic...

Question Please advise if the bid due date is extended. The update on the Notice Inviting Bids on page 1 of Addendum 37 read "Bid due date extended". The Notice Inviting Bids on page 4 of Addendum #2, however, still reads August 28th at 2200 p.m.
as the bid due date and time. Please advise.

Answer The bid due date was not extended. The bid due date, which appears in two different sections of the Notice Inviting Bids (NIB), did not initially did not correspond. Addendum 2 corrected this inconsistency by stating bid opening date to be
August 28,2024.

7.8 Since time is of the essence on bid day, could we just include the nam...

Question  Since time is of the essence on bid day, could we just include the name, location, license # DIR # and type of work for the sub listing? This would save on time and potential errors and the remaining information can be submitted in 24 hours

Answer List of Subcontractors, bid form P-8 of P-20, shall be completed in it's entirety and submitted as part of the Bid Proposal package by the identified bid due date and time.

7.9 Does the pricing for the bid proposal need to be entered on PlanetBids...

Question Does the pricing for the bid proposal need to be entered on PlanetBids as well as completed and uploaded in PDF form? Could this document be submitted 24 hours after the bid?

Answer Bid proposals shall be entered electronically to PlanetBids, per the instructions on PlanetBids, by the state bid opening date.

7.10 Please confirm the Base Bid ltem for Alternate Nos. 3 10 6 is "Replace...

Question Please confirm the Base Bid Item for Alternate Nos. 3 to 6 is "Replace existing palm trees with new trees." Other wise, please advise. In addition, Alternate No. 5 appears to be a repetition only of Alternate No. 4. Please advise.

Answer Section 01 2300 Alternates has been revised. For alternate bid items, refer to Special Provisions, Sheet P-1 of P-20 and Appendix A Definition of Bid ltems.



7.11 Spec Sections 21 01 00 & 22 01 00 - Section 1.2 B.1 Examination of the...

Question Spec Sections 21 01 00 & 22 01 00 - Section 1.2 B.1 Examination of the Site. Paragraph goes into detail about pre-bid examinations of piping, locations, depths, capacities, sizes, etc. that are not possible prior to the bid submission. Confirm
this section will not be required of the bidders prior to the bid submission.

Answer This information can be submitted after the project is awarded. Please refer to Addedum 3 for revisions to this Specifications section.

7.12 Spec 28 05 00 - Section 1.10D calls for technician certifications to b...

Question Spec 28 05 00 - Section 1.10D calls for technician certifications to be submitted with the bid (and states bid may be rejected if not included with bid). Confirm this information can be submitted after the project is awarded.

Answer This information can be submitted after the project is awarded.

7.13 Spec 27 41 00 - Section 1.8 B lists 8 separate items as bid submittals...

Question Spec 27 41 00 - Section 1.8 B lists 8 separate items as bid submittals. Confirm this information can submitted after the project is awarded.

Answer This information can be submitted after the project is awarded.

7.14 Spec 27 08 21 - Section 1.6A states to submit a current letter or cert...

Question Spec 27 08 21 - Section 1.6A states to submit a current letter or certification form as part of our bid submission. Confirm this information can be submitted after the project is awarded.

Answer This information can be submitted after the project is awarded.

7.15 Spec 23 09 23 - Section 1.9A states to provide an alternate price with...

Question Spec 23 09 23 - Section 1.9A states to provide an alternate price with bid to perform complete preventative and emergency maintenance of the BMS system. There is no where on the bid form for this alternate. Please confirm if required at
time of bid or if pricing can be worked out after award of contract.

Answer  This information can be submitted after the project is awarded. This pricing shall not be included as part of the base bid.

7.16 Spec 23 09 23 - Section 1.6A 2 states qualification package to be subm...

Question Spec 23 09 23 - Section 1.6A 2 states qualification package to be submitted with bid. Confirm this information can be submitted after the project is awarded.

Answer  This information can be submitted after the project is awarded.



7.17 Spec 23 09 00 - Section 1.8C states training schedule to submitted wit...

Question Spec 23 09 00 - Section 1.8C states training schedule to submitted with bid. Confirm this information can be submitted after the project is awarded.

Answer This information can be submitted after the project is awarded.

7.18 KN 32.8 on A1071 refers us to 4/A102 for the "Park Rules" sign. Please ...

Question KN 32.8 on A107 refers us to 4/A102 for the "Park Rules” sign. Please provide the dimensions, materials, etc for this sign.

Answer 24" x 36", rustproof aluminum, 63 mil thickness.

t 8 Released via Email 08/20/2024 8:17 AM (PDT) - 1 question

8.1 Per the the notes on Appendix L Construction Staging, we are to slurry...

Question  Per the the notes on Appendix L Construction Staging, we are to slurry seal all surface parking areas on the east end parking lot. This scope of work, however, is an alternate bid item under Alternate No. 6 : Parking Lot (East Lot). Please
advise.

Answer Section 07 2300 Alternates has been revised. For alternate bid items, refer to Special Provisions, Sheet P-1 of P-20 and Appendix A Definition of Bid ltems.

9.1 Please provide specifications for Airfoil Louvre System.

Question Please provide specifications for Airfoil Louvre System.

Answer See 0550 00. This is also a deferred approval item per A001

9.2 Does this cabinet require fans/filters or an actual cooling system?

Question Does this cabinet require fans/filters or an actual cooling system?

Answer AM-322418-16RU-F is setup with vents and inlet filters. An equal unit would be acceptable as long as the size and capabilities are equal. Detail is shown on sheet T701.

9.3 Please provide a part number for the wall mount cabinet shown on drawi...

Question Please provide a part number for the wall mount cabinet shown on drawing T101.

Answer There is no wall mounted panel on this sheet, there is a pole mount NEMA 4 enclosure required, AP minifort enclosure AM-322418-16RU-F

9.4 Sheet note 5 on drawing 100D specifies temporary power for the durati...

Question Sheet note 5 on drawing E100D specifies temporary power for the duration of construction to existing loads to remain per SLD on E5.01. Has the power company been contacted regarding this requirement as of yet and if so, please provide
name/number for their representative

Answer It is the responsibility of the GC to decide how to provide temporary power as requested by the owner. SoCal Edison is the utility company and their number to request service is 1-800-655-4555



9.5 Please provide existing gear manufacturer of MSB-1 (existing to remain...

Question Please provide existing gear manufacturer of MSB-1 (existing to remain) (Reference E100D)

Answer The existing gear is RSE-Sierra, however MSB-1 is not to remain, it is being removed. We will have a new 3000A MSB.

9.6 Are we required to include the AV and PA portions of the RFP inour qu...

Question Are we required to include the AV and PA portions of the RFP in our quote? These have specific manufacturer qualifications that we do not possess.

Answer Siemens Pace PA system is required per city standards so it is the system that shall be used.

9.7 Division 270821.2.3.F-H calls for (250) patch cords for each of these ...

Question Division 270821.2.3.F-H calls for (250) patch cords for each of these (3) sections. Please confirm that a total of (750) patch cords are required.

Answer No, 750 Patch Cords will not be required. Please note this is for spec section 27 15 00.

9.8 Drawing T501. Please confirm that only 12 strands of single mode fiber...

Question Drawing T501. Please confirm that only 12 strands of single mode fiber are required.

Answer 12 strand SM fiber from IDF to NEMA 4 enclosure/ Spectrum shall provide the outside fiber to connection point in IDF those quantites shall be determined by spectrum.



9.9 Division 270821.2.3.F-H calls for CAT-6A patch cords. What is the requ...

Question Division 270821.2.3.F-H calls for CAT-6A patch cords. What is the required category for patch cords?

Answer Patch Cords shall be CAT 6A. Please note this is for spec section 27 15 00.

9.10 Division 270821.2.2.B.1 describes CAT-6 with a blue jacket that should...

Question Division 270821.2.2.8.1 describes CAT-6 with a blue jacket that should comply with CAT-6A. Should the horizontal cable be CAT-6 or CAT-6A? See snapshot below.

Answer For this project all horizontal cable and paich cords shall be CAT 6A. Please note this is for spec section 27 15 00.

9.11 Division 271119.2.1.B.1 calls for category 6 patch cords, yet the hori...

Question Division 271119.2.1.8.1 calls for category 6 patch cords, yet the horizontal cable is category 6A. Please confirm that category 6 patch cords are required.

Answer Patch Cords shall be Category 6A to match the Category 6A horizontal cable

9.12 Division 271119.2.1.A.2.a lists flat and angled patch panels. Are angl...

Question Division 271119.2.1.A 2 a lists flat and angled patch panels. Are angles panels required in the two post racks and flat in the wall mount cabinet?

Answer These are all acceptable options, you can select from the provided list, it is not required to use angled or flat specifically.

9.13 Please confirm that cable tray is not required. | haven't seen any on ..

Question Please confirm that cable tray is not required. | haven't seen any on the drawings.

Answer Based on ceiling construction J-hooks and conduit will be acceptable pathways for distribution, Ladder rack shall be required in IDF only.

9.14 Please provide detail for W 10x72 connection to masonry wall on Grid L.

Question Please provide detail for W 10x72 connection to masonry wall on Grid Line A& L.

Answer See typical embedded shear plate detail 9/5104



10.1 Will the swimming pool and activity pool require a waterproofing membr...

Question  Will the swimming pool and activity pool require a waterproofing membrane? Spec section 131105 - Swimming Pool Plaster paragraph 2.4 calls for waterproofing at the gutter, pump pit, backwash pit and surge chamber but not at the pools.
Please clarify if any waterproofing is required below the concrete of the pools.

Answer The pool bottoms do not require water proof membranes

10.2 Section 084113 - Aluminum Framed Entrances and Storefronts, paragraph ...

Question  Section 084113 - Aluminum Framed Entrances and Storefronts, paragraph 2.01 indicates the basis of design manufacturer is Kawneer Trifab VG 451T. Detail 4/A310 shows a storefront and references details 6,7/A820. Please note that detail
6 shows a center set frame which would be a Trifab 400 while detail 7 shows a front set frame which would be a Trifab VG 451T. Please clarify if detail 6/A820 is correct as it is currently showing a center set frame instead of a front set frame
like detail 7/A820.

Answer Kawneer Trifab VG 451T will be basis of design. Details to be updated in addendum 3. 7/A820 is correct.

10.3 Please confirm the depth of the pool deck slab? Details on SP-12 show...

Question Please confirm the depth of the pool deck slab? Details on SP-12 show a 6" concrete deck but nothing is called out on the pool drawings. Also confirm if any base materials or vapor barriers are required.

Answer 6" THICK CONCRETE POOL DECK WITH #4 @ 12" O.C.EW. TYP.

10.4 Please provide some additional information in regards to Add Alternate...

Question Please provide some additional information in regards to Add Alternate #2 - Wet Storage Canopy (height, length, etc.). Nothing is shown on the plans depicting what is to be included in this alternate pricing.

Answer Additional information will be shown on A105 with Addendum 3

10.5 In Addendum 2 the spec book table of contents section 018113 - Sustain..

Question In Addendum 2 the spec book table of contents section 018113 - Sustainable Design Requirements CalGreen Commercial is listed but it was not found in the spec book. Please provide this section.

Answer  Will be provided in addendum 3

10.6 On A110, keynote 32.5is calling for lawn adjacent to the bleachers. A...

Question On A110, keynote 32.5 is calling for lawn adjacent to the bleachers. A cut through this lawn area (4/A113) shows this is a planter. Please clarify if waterproofing is required at the interior walls and bottom of this planter.

Answer COLD FLUID APPLIED BITUMINOUS WATERPROOF MEMBRANE, TYP AT WALLS AND BOTTOMS OF PLANTER, SEE SPEC 07 14 16



10.7 Please provide depth and specific material for amended soil shownond...

Question Please provide depth and specific material for amended soil shown on detail 9/C5.00.

Answer See geotech report

10.8 The spec book contains three site concrete spec sections: 321313 - Con...

Question The spec book contains three site concrete spec sections: 321313 - Concrete Paving, 321313 - Concrete Paving Landscape, 321323 - Site Concrete. Please confirm all three of these spec sections apply to the project.

Answer In Addendum 3, concrete paving 32 13 13 will be consolidated into one spec section. Section 32 13 23 still applies since this section particularly pertains to site walls and seat walls etc.

10.9 Refer to planting notes #18 on sheet L0.01, maintenance duration is 90...

Question Refer to planting notes #18 on sheet L0.07, maintenance duration is 90 calendar days. However, specs section 329813/3.018, it is 120 calendar days. Please clarify.

Answer Please follow planting note #18 on sheet L0.01 that indicates 90 days

11.1 Please provide detailed drawings for the bases of the trellises column...

Question Please provide detailed drawings for the bases of the trellises columns shown on Gridline A (from column D2 to D8) and Gridline DC (from column D2 to D9). Also, please provide detailed drawings for the bases of the trellis columns along
Gridline A (from column D2 to D3) and DB (from column D2 to D9).to

Answer Detail 11/5401 TYP as referenced on sheet 5203 applies to the base of all trellis columns.

11.2 Drawing A800 indicates gate type GG-2 is a folding security gate. Spec... .

Question Drawing A800 indicates gate type GG-2 is a folding security gate. Spec section 323113 - Chain Link Fences and Gates paragraph 2.05 only identifies silding gates and swing gates. Can a revised spec be provided that includes information on
folding security gates?

Answer Folding gate basis of design is Uline model H-3697 or approved equal.

11.3 Spec section 131100 - Swimming Pool General Requirements, page 8 of th...

Question Spec section 131100 - Swimming Pool General Requirements, page 8 of the spec requires to provide a list of projects that meet the requirements identified in paragraph 1.14B. Does this paperwork need to be submitted with the bid? If so, can
it be submitted 24 hours after the bid instead?

Answer This information does need to be submitted with the bid, on bid proposal form sheet P-9.



11.4 1. Please confirm that gypsum roof sheathing (aka ‘cover board’; Dens-... ~

Question 1. Please confirm that gypsum roof sheathing (aka ‘cover board’; Dens-Deck Prime or equal) where shown will be part of the roofing assembly per Section 072216 (#2.01-B) - Roof Board Insulation in-lieu of Section 061643 - Gypsum
Sheathing. Please also confirm ‘substrate board” shown over metal deck and below roof tapered insulation per 1/A832 is cover board and will be part of the roofing assembly per Section 072216 (#2.01-B) - Roof Board Insulation. 2. May all tile
backer board be glass-mat faced gypsum board per Section 092900 (#2.01-E) - Gypsum Board —in-lieu of water-resistant gypsum board per 10/A902 or cementitious backer board per Section 092813 - Cementitious Backing Boards ? If not,
please clarify locations for each type of tile backer board. 3. Please reference A/S202 at grid line 2. Does detail 4/S501 apply where shown? It appears to be in conflict with the roof plan configuration. Please clarify. 4. Please confirm all interior
CMU walls are exposed unless shown otherwise per interior elevations. 5. Please clarify framing at roof: a) Does 8/A830 only occur at interior CMU, along grid line J, where shown per 2/A202? Is 8/A830 not applicable along grid line B as
shown at roof skylight? b) Please provide typical architectural and structural details at typical sloped roof fascia where roof skylights occur between ridge and valley, at grid lines B, C, D, F, G, & H at both skylight and non-skylight areas. 7 &
8/A830 are in conflict with 5 & 6/S502. Does metal stud framing occur between HSS truss beams per 7/A830 & 14/S501 or on the outside face of HSS truss beams per 5 & 6/S502? 6. Please reference A/S202. Please confirm 4/S501 is
typical along grid lines 1 & 3, between grid lines B to J. 7. Please confirm Section 092513 - Acrylic Finish For Shower Room Ceilings. Please confirm this only applies at ceilings in the following rooms per reflected ceiling plan/A600: Adult
Changing #102, Family Changing #105, Staff Restroom #110 ceiling and Staff Lockers #111 only. Please confirm applicable ceiling detail is 13/A910. 8. Please reference Section 092513 - Acrylic Finish For Shower Room Ceilings. Material
items #2.02.C and #2.02.D are paint products which are produced by Benjamin Moore, a paint manufacture, and should be installed by a painting subcontractor. Please consider moving these two (2) material and items and their respective
installation steps to Section 099100 - Painting. 9. Please reference reflected ceiling plan/A600. Please confirm ceiling height in Staff Lockers #111. 10. Please reference Section 092900 - Gypsum Board. #2.01.D Lists abuse-resistant gypsum
board. Does this apply? If so, please provide locations where it's required.

Answer 1.-Confirmed
2.-PROVIDE CEMENTITIOUS BACKER BOARD IN LIEU OF GLASS-MAT GYP BD AT LOCATIONS WHERE TILE IS FULL HEIGHT (SINGLE USER RESTROOMS)
3.-Yes, detail 4/S501 TYP applies to the north-south exterior walls. Detail 4/S501 refers to detail 12/S501 which is also referenced on wall elevations A/S301 and B/S302.
4.-Confirmed, per interior elevations and/or finish schedule on A800
5.-8/A830 callouts are shown at both gridlines B&J on A205. 8/A830 occurs at gridline B — the skylight is not included in the detail as it occurs past the cut line. Skylight detail is shown on 4/A820. Ridge and valley details are shown on 6/A830
and 5/A830 respectively. 7 & 8/A830 are located at gridlines B & J which is an end condition, 5&6/5502 show typical condition (not at the edge). Metal studs for skylight support are located outside the truss beam. Vertical metal studs for the
exterior wall are as shown on 7/A830 & 14/S501. Details show a side view of an HSS (as part of the truss), not a metal stud side view.
6.-Confirmed
7.-Confirmed. Staff Lockers #111 can be removed from this list and be provided with a typical gyp bd ceiling.
8.-Will consider, however the contractor should assign work as required.
9.-9-0"
10.-See A900, note 4. Abuse-resistant will occur at the storage closet in the activity room, south wall of Dry Storage 100, and where gyp occurs in Pool Mech 205, Jan 106 and Jan 101

11.5 For the PV/solar scope of work, shall we include a battery energy stor... N

Question For the PV/solar scope of work, shall we include a battery energy storage unit to the PV prices or not? Please advise.

Answer PV battery storage not included

11.6 Spec section 042200 Reinforced Concrete Masonry Units article 2.1A ind... N

Question  Spec section 042200 Reinforced Concrete Masonry Units article 2.1A indicates "smooth face hollow concrete masonry units.” However the finish schedule key on A800 lists the masonry units as W4 and includes the note “ground faced where
exposed to public view." This type of block is not indicated in the specs. Please advise.

Answer Add a statement to 04 22 00 to provide ground face hollow masonry units matching approved sample where indicated as W4.

11.7 Please provide industrial cold water (ICW) diagram/schematic drawing. N

Question  Please provide industrial cold water (ICW) diagram/schematic drawing.

Answer There are a total of three Industrial Cold Water connections, each identified by the corresponding backflow preventer, see Backflow Preventer Schedule sheet P5.02. All backflow preventers are served by a common 3" Domestic Water pipe.
Each swimming pool should receive a dedicated 3" backflow preventer and supply line. The HVAC make-up water shall be a 2° pipe with a 1-1/2" backflow preventer. Swimming pool make-up water connections are served by independent
backflow preventers and 3" piping, not by a common 3" pipe as it may appear in plan view.



11.8 Refer to specs 329113/2.05B & 3.06A, planting tablet shall be Gro-Powe...

Question Refer to specs 329113/2.05B & 3.06A, planting tablet shall be Gro-Power 12-8-8. However, specs 329113/2.03B & 3.06B, it's Myco pak. Please clarify which model shall be used for bidding purpose.

Answer We will need both. Gro-Power is filterize and Myco-Pak is a soil conditioner to aid plant growth.

11.9 We couldn't find the application ratio of Granular Soil Conditioning M...

Question We couldn' find the application ratio of Granular Soil Conditioning Material as shown on specs section 329113/3.05/7 Please provide.

Answer Based on the spec section 329113/ 2.02 A2.b 1), please follow Tri-C 6-2-4 for application rate.

11.10 Are there any self-perform requirements for this project?

Question Are there any self-perform requirements for this project?

Answer Yes, please refer to the Greenbook, 2018 Edition (Standard Specifications for Public Works Construction) Section 3-2 Self Performance



