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LEVEL 1 POWER PLAN - BUILDING 150

PLAN
NORTH

0' 2' 4'

KEY NOTES

KEY PLAN

GENERAL NOTES

X

1.

2.

3.

ALL ELECTRICAL EQUIPMENT IS EXISTING TO REMAIN.

REPLACE ALL LIGHT SWITCH COVER PLATES WITH WHITE.

ON DOORS RECEIVING NEW HARDWARE, EXISTING HARDWARE TO BE REMOVED AND 
SURRENDERED TO THE DISTRICT. REFER TO ARCHITECTURAL DEMO DOOR SCHEDULE. 

1

2

3

4

5

6

7

8

9

10

11

WIRELESS PROXIMITY READER INTEGRAL TO DOOR HARDWARE. SEE ARCHITECTURAL 
DOOR HARDWARE SCHEDULE FOR ADDITIONAL INFORMATION.

EXISTING SECURITY SYSTEM MOTION SENSOR TO BE REPLACED WITH NEW MOTION 
SENSOR MATCHING CURRENT DISTRICT STANDERD EQUIPMENT.

EXISTING SECURITY SYSTEM KEYPAD TO BE REPLACED WITH NEW KEYPAD MATCHING 
CURRENT DISTRICT STANDERD EQUIPMENT.

EXISTING SECURITY SYSTEM CONTROL PANEL TO BE REPLACED WITH NEW CONTROL 
PANEL MATCHING CURRENT DISTRICT STANDERD EQUIPMENT.

PROVIDE NEW RECEPTACLE AND COVER PLATE AT EXISTING LOCATION. DEVICE AND COVER 
PLATE FINISH SHALL BE WHITE.

JUNCTION BOX FOR CONNECTION TO MOTORIZED SHADE. COORDINATE CONNECTION WITH 
MANUFACTURER'S SHOP DRAWINGS.

PROVIDE JUNCTION BOX FOR MOTORIZED SHADE CONTROLS AND 3/4" CONDUIT TO SHADE. 
COORDINATE CONNECTION WITH MANUFACTURER'S SHOP DRAWINGS.

WALL MOUNTED ACCESS CONTROL WIRELESS EXPANDER INSTALLED ABOVE DOOR IN 
ACCESSIBLE CEILING SPACE. 

WALL MOUNTED ACCESS CONTROL WIRELESS GATEWAY.

PROVIDE NEW TELECOR IP-BASED CLOCK & PA SPEAKER W/ (1) CAT6A DROP ROUTED BACK 
TO IDF RACK. VERIFY FINAL LOCATION WITH ARCHITECT PRIOR TO ROUGH-IN. 

NEW DATA DEVICE RECESSED IN WALL WITH 1"C.O. TO ACCESSIBLE CEILING SPACE. ROUTE 
EXISTING DATA CABLES THROUGH NEW CONDUIT AND PROVIDE NEW DATA PORTS AND 
COVER PLATE.
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LEVEL 1 POWER PLAN - BUILDING 200

PLAN
NORTH

0' 4' 8'

KEY NOTES

KEY PLAN

GENERAL NOTES

X

1.

2.

3.

ALL ELECTRICAL EQUIPMENT IS EXISTING TO REMAIN.

REPLACE ALL LIGHT SWITCH COVER PLATES WITH WHITE.

ON DOORS RECEIVING NEW HARDWARE, EXISTING HARDWARE TO BE REMOVED AND 
SURRENDERED TO THE DISTRICT. REFER TO ARCHITECTURAL DEMO DOOR SCHEDULE. 

1

2

3

4

5

6

7

WIRELESS PROXIMITY READER INTEGRAL TO DOOR HARDWARE. SEE ARCHITECTURAL 
DOOR HARDWARE SCHEDULE FOR ADDITIONAL INFORMATION.

PROVIDE NEW RECEPTACLE AND COVER PLATE AT EXISTING LOCATION. DEVICE AND COVER 
PLATE FINISH SHALL BE WHITE.

PROVIDE POWER FOR NEW INSTAHOT. UTILIZE EXISTING CONDUIT TO ELECTRICAL ROOM.

WALL MOUNTED ACCESS CONTROL WIRELESS EXPANDER INSTALLED ABOVE DOOR IN 
ACCESSIBLE CEILING SPACE. 

WALL MOUNTED ACCESS CONTROL WIRELESS GATEWAY.

PROVIDE NEW TELECOR IP-BASED CLOCK & PA SPEAKER W/ (1) CAT6A DROP ROUTED BACK 
TO IDF RACK. VERIFY FINAL LOCATION WITH ARCHITECT PRIOR TO ROUGH-IN. 

NEW RECESSED DUPLEX RECEPTACLE PROVIDE NEW CONDUIT AND CONDUCTORS BACK 
TO SAFED OFF CONDUCTORS FROM DEMOLITION OF EXISTING SURFACE RACEWAY AND 
DUPLEX RECEPTACLE.
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KEY NOTES

KEY PLAN

GENERAL NOTES

X

1.

2.

3.

ALL ELECTRICAL EQUIPMENT IS EXISTING TO REMAIN.

REPLACE ALL LIGHT SWITCH COVER PLATES WITH WHITE.

ON DOORS RECEIVING NEW HARDWARE, EXISTING HARDWARE TO BE REMOVED AND 
SURRENDERED TO THE DISTRICT. REFER TO ARCHITECTURAL DEMO DOOR SCHEDULE. 

1

2

3

4

5

6

7

8

9

10

11

12

WIRELESS PROXIMITY READER INTEGRAL TO DOOR HARDWARE. SEE ARCHITECTURAL 
DOOR HARDWARE SCHEDULE FOR ADDITIONAL INFORMATION.

EXISTING SECURITY SYSTEM MOTION SENSOR TO BE REPLACED WITH NEW MOTION 
SENSOR MATCHING CURRENT DISTRICT STANDERD EQUIPMENT.

EXISTING SECURITY SYSTEM KEYPAD TO BE REPLACED WITH NEW KEYPAD MATCHING 
CURRENT DISTRICT STANDERD EQUIPMENT.

EXISTING SECURITY SYSTEM CONTROL PANEL TO BE REPLACED WITH NEW CONTROL 
PANEL MATCHING CURRENT DISTRICT STANDERD EQUIPMENT.

JUNCTION BOX FOR CONNECTION TO NEW HAND DRYER. REUSE EXISTING BRANCH CIRCUIT.

PROVIDE NEW RECEPTACLE AND COVER PLATE AT EXISTING LOCATION. DEVICE AND COVER 
PLATE FINISH SHALL BE WHITE.

EXISTING VENTED HOOD TO BE REPLACED. RECONNECT EXISTING CIRCUIT TO NEW HOOD.

WALL MOUNTED ACCESS CONTROL WIRELESS EXPANDER INSTALLED ABOVE DOOR IN 
ACCESSIBLE CEILING SPACE. 

WALL MOUNTED ACCESS CONTROL WIRELESS GATEWAY.

PROVIDE NEW TELECOR IP-BASED CLOCK & PA SPEAKER W/ (1) CAT6A DROP ROUTED BACK 
TO IDF RACK. VERIFY FINAL LOCATION WITH ARCHITECT PRIOR TO ROUGH-IN. 

PRVIDE NEW RECESSED DATA  DEVICE AS SHOWN. COORDINATE EXACT LOCATION OF 
DEVICE WITH DISTRIC REPRESENTATIVE AT TIME OF ROUGH-IN.

NEW RECESSED DATA DEVICE AT LOCATION OF EXISTING WAP DEVICE (APPROXIMATLY 
LOCATION 8').
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1.

2.

ALL WIRING TO BE INSTALLED IN CONDUIT AND CONCEALED BEHIND WALLS AND CEILINGS

CONTRACTOR SHALL INSTALL ALL NEW FIRE ALARM SYSTEM INCLUDING NEW INITIATING 
DEVICES, NOTIFICATION APPLIANCES, PANELS, WIRING, AND CONDUIT. 

1

2

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP IN ACCESSIBLE CEILING SPACE W/ IDNET 
WIRING FOR DUCT SMOKE DETECTORS. 

DUCT SMOKE DETECTOR LOCATED INSIDE SUPPLY AIR DUCT IN ACCESSIBLE CEILING 
SPACE. PROVIDE CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN 
DUCT SMOKE DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUT DOWN UPON 
SMOKE DETECTION. 
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A3 ADDENDUM 03 03/23/2026

1.

2.

ALL WIRING TO BE INSTALLED IN CONDUIT AND CONCEALED BEHIND WALLS AND CEILINGS

CONTRACTOR SHALL INSTALL ALL NEW FIRE ALARM SYSTEM INCLUDING NEW INITIATING 
DEVICES, NOTIFICATION APPLIANCES, PANELS, WIRING, AND CONDUIT. 

1

2

3

4

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP FROM LEVEL BELOW TO ROOFTOP SUPPLY 
AIR DUCT. 

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP IN ACCESSIBLE CEILING SPACE W/ IDNET 
WIRING FOR DUCT SMOKE DETECTORS. 

DUCT SMOKE DETECTOR LOCATED INSIDE SUPPLY AIR DUCT IN ACCESSIBLE CEILING 
SPACE. PROVIDE CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN 
DUCT SMOKE DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUT DOWN UPON 
SMOKE DETECTION. 

DUCT SMOKE DETECTOR LOCATED IN SUPPLY AIR DUCT IN ROOFTOP DUCT. PROVIDE 
CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN DUCT SMOKE 
DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUTDOWN UPON DUCT SMOKE 
DETECTION. 
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A3 ADDENDUM 03 03/23/2026

1.

2.

ALL WIRING TO BE INSTALLED IN CONDUIT AND CONCEALED BEHIND WALLS AND CEILINGS

CONTRACTOR SHALL INSTALL ALL NEW FIRE ALARM SYSTEM INCLUDING NEW INITIATING 
DEVICES, NOTIFICATION APPLIANCES, PANELS, WIRING, AND CONDUIT. 

1

2

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP IN ACCESSIBLE CEILING SPACE W/ IDNET 
WIRING FOR DUCT SMOKE DETECTORS. 

DUCT SMOKE DETECTOR LOCATED INSIDE SUPPLY AIR DUCT IN ACCESSIBLE CEILING 
SPACE. PROVIDE CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN 
DUCT SMOKE DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUT DOWN UPON 
SMOKE DETECTION. 
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1.

2.

ALL WIRING TO BE INSTALLED IN CONDUIT AND CONCEALED BEHIND WALLS AND CEILINGS

CONTRACTOR SHALL INSTALL ALL NEW FIRE ALARM SYSTEM INCLUDING NEW INITIATING 
DEVICES, NOTIFICATION APPLIANCES, PANELS, WIRING, AND CONDUIT. 

1

2

3

4

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP FROM LEVEL BELOW TO ROOFTOP SUPPLY 
AIR DUCT. 

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP IN ACCESSIBLE CEILING SPACE W/ IDNET 
WIRING FOR DUCT SMOKE DETECTORS. 

DUCT SMOKE DETECTOR LOCATED INSIDE SUPPLY AIR DUCT IN ACCESSIBLE CEILING 
SPACE. PROVIDE CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN 
DUCT SMOKE DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUT DOWN UPON 
SMOKE DETECTION. 

DUCT SMOKE DETECTOR LOCATED IN SUPPLY AIR DUCT IN ROOFTOP DUCT. PROVIDE 
CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN DUCT SMOKE 
DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUTDOWN UPON DUCT SMOKE 
DETECTION. 
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GENERAL NOTES

X

1/8" = 1'-0"1
ROOF FIRE ALARM PLAN - BUILDING 400

A3 ADDENDUM 03 03/23/2026

1.

2.

ALL WIRING TO BE INSTALLED IN CONDUIT AND CONCEALED BEHIND WALLS AND CEILINGS

CONTRACTOR SHALL INSTALL ALL NEW FIRE ALARM SYSTEM INCLUDING NEW INITIATING 
DEVICES, NOTIFICATION APPLIANCES, PANELS, WIRING, AND CONDUIT. 

1

2

3

4

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP FROM LEVEL BELOW TO ROOFTOP SUPPLY 
AIR DUCT. 

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP IN ACCESSIBLE CEILING SPACE W/ IDNET 
WIRING FOR DUCT SMOKE DETECTORS. 

DUCT SMOKE DETECTOR LOCATED INSIDE SUPPLY AIR DUCT IN ACCESSIBLE CEILING 
SPACE. PROVIDE CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN 
DUCT SMOKE DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUT DOWN UPON 
SMOKE DETECTION. 

DUCT SMOKE DETECTOR LOCATED IN SUPPLY AIR DUCT IN ROOFTOP DUCT. PROVIDE 
CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN DUCT SMOKE 
DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUTDOWN UPON DUCT SMOKE 
DETECTION. 
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BLDG 500 - ROOF
FIRE ALARM PLAN
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X

1/8" = 1'-0"1
ROOF FIRE ALARM PLAN - BUILDING 500

A3 ADDENDUM 03 03/23/2026

1.

2.

ALL WIRING TO BE INSTALLED IN CONDUIT AND CONCEALED BEHIND WALLS AND CEILINGS

CONTRACTOR SHALL INSTALL ALL NEW FIRE ALARM SYSTEM INCLUDING NEW INITIATING 
DEVICES, NOTIFICATION APPLIANCES, PANELS, WIRING, AND CONDUIT. 

1

2

3

4

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP FROM LEVEL BELOW TO ROOFTOP SUPPLY 
AIR DUCT. 

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP IN ACCESSIBLE CEILING SPACE W/ IDNET 
WIRING FOR DUCT SMOKE DETECTORS. 

DUCT SMOKE DETECTOR LOCATED INSIDE SUPPLY AIR DUCT IN ACCESSIBLE CEILING 
SPACE. PROVIDE CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN 
DUCT SMOKE DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUT DOWN UPON 
SMOKE DETECTION. 

DUCT SMOKE DETECTOR LOCATED IN SUPPLY AIR DUCT IN ROOFTOP DUCT. PROVIDE 
CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN DUCT SMOKE 
DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUTDOWN UPON DUCT SMOKE 
DETECTION. 
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KEY NOTES
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GENERAL NOTES

X

1/8" = 1'-0"1
ROOF FIRE ALARM PLAN - BUILDING 600

A3 ADDENDUM 03 03/23/2026

1.

2.

ALL WIRING TO BE INSTALLED IN CONDUIT AND CONCEALED BEHIND WALLS AND CEILINGS

CONTRACTOR SHALL INSTALL ALL NEW FIRE ALARM SYSTEM INCLUDING NEW INITIATING 
DEVICES, NOTIFICATION APPLIANCES, PANELS, WIRING, AND CONDUIT. 

1

2

3

4

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP FROM LEVEL BELOW TO ROOFTOP SUPPLY 
AIR DUCT. 

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP IN ACCESSIBLE CEILING SPACE W/ IDNET 
WIRING FOR DUCT SMOKE DETECTORS. 

DUCT SMOKE DETECTOR LOCATED INSIDE SUPPLY AIR DUCT IN ACCESSIBLE CEILING 
SPACE. PROVIDE CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN 
DUCT SMOKE DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUT DOWN UPON 
SMOKE DETECTION. 

DUCT SMOKE DETECTOR LOCATED IN SUPPLY AIR DUCT IN ROOFTOP DUCT. PROVIDE 
CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN DUCT SMOKE 
DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUTDOWN UPON DUCT SMOKE 
DETECTION. 
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1/8" = 1'-0"1
ROOF FIRE ALARM PLAN - BUILDING 700

A3 ADDENDUM 03 03/23/2026

1.

2.

ALL WIRING TO BE INSTALLED IN CONDUIT AND CONCEALED BEHIND WALLS AND CEILINGS

CONTRACTOR SHALL INSTALL ALL NEW FIRE ALARM SYSTEM INCLUDING NEW INITIATING 
DEVICES, NOTIFICATION APPLIANCES, PANELS, WIRING, AND CONDUIT. 

1

2

3

4

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP FROM LEVEL BELOW TO ROOFTOP SUPPLY 
AIR DUCT. 

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP IN ACCESSIBLE CEILING SPACE W/ IDNET 
WIRING FOR DUCT SMOKE DETECTORS. 

DUCT SMOKE DETECTOR LOCATED INSIDE SUPPLY AIR DUCT IN ACCESSIBLE CEILING 
SPACE. PROVIDE CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN 
DUCT SMOKE DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUT DOWN UPON 
SMOKE DETECTION. 

DUCT SMOKE DETECTOR LOCATED IN SUPPLY AIR DUCT IN ROOFTOP DUCT. PROVIDE 
CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN DUCT SMOKE 
DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUTDOWN UPON DUCT SMOKE 
DETECTION. 
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X

1/8" = 1'-0"1
ROOF FIRE ALARM PLAN - BUILDING 800

A3 ADDENDUM 03 03/23/2026

1.

2.

ALL WIRING TO BE INSTALLED IN CONDUIT AND CONCEALED BEHIND WALLS AND CEILINGS

CONTRACTOR SHALL INSTALL ALL NEW FIRE ALARM SYSTEM INCLUDING NEW INITIATING 
DEVICES, NOTIFICATION APPLIANCES, PANELS, WIRING, AND CONDUIT. 

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP IN ACCESSIBLE CEILING SPACE W/ IDNET 
WIRING FOR DUCT SMOKE DETECTORS. 

DUCT SMOKE DETECTOR LOCATED INSIDE SUPPLY AIR DUCT IN ACCESSIBLE CEILING 
SPACE. PROVIDE CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN 
DUCT SMOKE DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUT DOWN UPON 
SMOKE DETECTION. 
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ROOF FIRE ALARM PLAN - BUILDING 900

A3 ADDENDUM 03 03/23/2026

1.

2.

ALL WIRING TO BE INSTALLED IN CONDUIT AND CONCEALED BEHIND WALLS AND CEILINGS

CONTRACTOR SHALL INSTALL ALL NEW FIRE ALARM SYSTEM INCLUDING NEW INITIATING 
DEVICES, NOTIFICATION APPLIANCES, PANELS, WIRING, AND CONDUIT. 

1

2

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP IN ACCESSIBLE CEILING SPACE W/ IDNET 
WIRING FOR DUCT SMOKE DETECTORS. 

DUCT SMOKE DETECTOR LOCATED INSIDE SUPPLY AIR DUCT IN ACCESSIBLE CEILING 
SPACE. PROVIDE CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN 
DUCT SMOKE DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUT DOWN UPON 
SMOKE DETECTION. 
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GENERAL NOTES

X

1/8" = 1'-0"1
ROOF FIRE ALARM PLAN - BUILDING 1000 A3 ADDENDUM 03 03/23/2026

1.

2.

ALL WIRING TO BE INSTALLED IN CONDUIT AND CONCEALED BEHIND WALLS AND CEILINGS

CONTRACTOR SHALL INSTALL ALL NEW FIRE ALARM SYSTEM INCLUDING NEW INITIATING 
DEVICES, NOTIFICATION APPLIANCES, PANELS, WIRING, AND CONDUIT. 

1

2

(1) 1" C.O. FOR CONTINUATION OF IDNET LOOP IN ACCESSIBLE CEILING SPACE W/ IDNET 
WIRING FOR DUCT SMOKE DETECTORS. 

DUCT SMOKE DETECTOR LOCATED INSIDE SUPPLY AIR DUCT IN ACCESSIBLE CEILING 
SPACE. PROVIDE CONDUIT PENETRATION THROUGH ROOF FOR CONNECTION BETWEEN 
DUCT SMOKE DETECTOR AND MECHANICAL EQUIPMENT FOR HVAC SHUT DOWN UPON 
SMOKE DETECTION. 

A3
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NO SCALE1
FIRE ALARM DEVICE MOUNTING ELEVATION

NO SCALE2
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NO SCALE4
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NO SCALE5
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NO SCALE3
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NO SCALE6
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NO SCALE7
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NO SCALE8
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NO SCALE9
CONDUIT THROUGH FIRE RATED WALL DETAIL

NO SCALE10
HVAC UNIT DUCT SMOKE DETECTOR SHUT DOWN CONTROL DIAGRAM
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