CITY OF SAN BUENAVENTURA
PUBLIC WORKS DEPARTMENT - ENGINEERING DIVISION

INTERIM FIRE STATION NO. 7
Specification No. 2025-010

2269 ALESSANDRO DR (APN 076-0-010-115)

GENERAL NOTES

1. ALL WORK SHOWN HEREON SHALL BE CONSTRUCTED IN ACCORDANCE WITH THE
"STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION," 2018 EDITION, AND
ITS SUPPLEMENTS, THE MODIFICATIONS TO THOSE STANDARD SPECIFICATIONS
CONTAINED IN THE CONTRACT SPECIFICATIONS AND THE CITY OF SAN BUENAVENTURA
STANDARD CONSTRUCTION DETAILS.

2. IN ACCORDANCE WITH PROVISIONS OF CALIFORNIA PUBLIC CONTRACT CODE SECTION
3300, THE OWNER HAS DETERMINED THAT THE CONTRACTOR SHALL POSSESS A VALID
"A" OR "B" LICENSE AT THE TIME THE CONTRACT BIDS ARE OPENED. FAILURE TO
POSSESS THE SPECIFIED LICENSE SHALL RENDER THE BID AS NON-RESPONSIVE AND
SHALL ACT AS A BAR TO AWARD OF CONTRACT TO ANY BIDDER NOT POSSESSING SAID
LICENSE AT THE TIME OF BID OPENING. THE CONTRACTOR SHALL PRESENT
SATISFACTORY EVIDENCE THAT THEY AND THEIR SUBCONTRACTOR(S) HAVE PAID THE
BUSINESS LICENSE FEE(S) OF THE CITY OF SAN BUENAVENTURA BEFORE ENTERING
INTO A CONTRACT WITH THE CITY.

3. THE CONTRACTOR SHALL NOTIFY THE FOLLOWING 72 HOURS IN ADVANCE OF
CONSTRUCTION:
UNDERGROUND SERVICE ALERT 811

CITY OF VENTURA ENGINEERING DIVISION (805) 658-4778

Vicinity

4. UTILITIES AND FACILITIES ABOVE AND BELOW THE GROUND ARE LOCATED FROM THE
Vl Cl N |TY MAP LOCAT | O N MAP BEST AVAILABLE RECORD INFORMATION. THE CONTRACTOR SHALL TAKE DUE
PRECAUTIONARY MEASURES TO PROTECT THE UTILITIES OR FACILITIES SHOWN ON
NO SCALE NO SCALE THE PLANS FROM HARM. ATTENTION IS DIRECTED TO POSSIBLE EXISTENCE OF

UNDERGROUND UTILITIES OR FACILITIES NOT KNOWN TO THE CITY OR IN A LOCATION

SCOPE OF WORK UTILITIES/SERVICES CBC CODE COMPLIANCE SUMMARY DIFFERENT FROW THAT WHICH IS SHOWN ONTHE PLANS, THE CONTRACTOR SHALL

THE SCOPE OF WORK CONSISTS OF THE INSTALLATION OF AN INTERIM AND FACILITIES PRIOR TO DOING WORK IN ORDER TO AVOID DAMAGE OF SUCH UTILITY
FACILITY: LIVING QUARTERS, GYM, AND A APPARATUS BAY. BOTH LIVING WATER: VENTURA WATER GAS: SO. CALIFORNIA GAS CO. A. BUILDING TYPE OF CONSTRUCTION: OR FACILITY OR INTERFERE WITH THEIR SERVICE. WHERE UNDERGROUND MAIN
QUARTERS AND GYM ARE FACTORY BUILT MODULAR. THE APPARATUS 336 SAN JON RD 9400 OAKDALE AVE ' ' DISTRIBUTION CONDUITS SUCH AS WATER, GAS, SEWER, ELECTRIC POWER,
BAY IS SITE BUILT, PRE-ENGINEERED METAL BUILDING (PEMB). VENTURA. CA 93001 CHATSWORTH, CA 91313 e TYPEII-B, NON-COMBUSTIBLE CONSTRUCTION; GOVERNS DUE TO TELEPHONE , OR CABLE TELEVISION ARE SHOWN ON THE PLANS, THE CONTRACTOR
, - SHALL ASSUME THAT EVERY PROPERTY PARCEL WILL BE SERVED BY A SERVICE
i?gl\jﬂéED PUILDINGS WILL BE FIRE SPRINKLED, A5 A SEPARATE (805)652-4505 (818)701-3319 NON-SEPARATED MIXED OCCUPANGY. CONNECTION FOR EACH TYPE OF UTILITY, OR AS DIRECTED BY THE ENGINEER.
OVNER: CITY OF BUENAVERTURA SEWER: VENTURA WATER TELEPHONE:  AT&T B. BUILDING OCCUPANCY CLASSIFICATION: 5. SURVEY MONUMENTS, PROPERTY MARKERS, AND TIE POINTS SHALL BE PRESERVED
ADDRESS: 2269 ALESSANDRO DR 1/4EOI\(1)TSUPR”:NQKI§3§0E())T Q/ZIEESSTCUAF\:A_ECI:\fgzgos e  GROUP S-2, APPARATUS BAY (FIRE ENGINE CARPORT). SHEET INDEX AND REFERENCED BEFORE CONSTRUCTION AND REPLACED AFTER CONSTRUCTION
) ) ° GROUP R-2, LIVING QUARTERS (SLEEP|NG AND RESIDENTIAL USE). PURSUANT TO SECTION 8771 F THE BUSINESS AND PROFESSIONS CODE.
APN: APN 076-0-010-115 (805)677-4118 (805)639-0540
C. CONDITIONED VS. NON-CONDITIONED AREAS PER OCCUPANCY: SHEET NUMBER SHEET TITLE 6. BENCHMARK DISKS SHALL NOT BE DESTROYED, OR DISTURBED UNTIL A REPLACEMENT
LOT SIZE: 133,585 SF (3.0 AC) STORM DRAIN: VENTURA PUBLIC WORKS CABLE TV: TIME WARNER ° R-2 |_|V|NG QUARTERS COND'T'ONED ¥V|_I|'II;HC/;‘\T3EECNOGI\:IEI)ECI)EF\I;DER, CLASS ONE, GEODETIC ELEVATION HAS BEEN ACCEPTED BY
. 336 SANJON RD 2525 KNOLL DR \ ' 1 COVER SHEET :
e A TR VENTURA, CA 93001 VENTURA, CA 93003 | SZAPPARATLS BAY, NONCONDITIONED, OPEN CARPORT STYLE APPARATUS BAY 2 CODE PLAY 7 ALL WORK PERFORMED IN ACCORDANCE WITH CONDITIONS OF VENTURA COUNTY AIR
BLDG AREAS: (805)652-4521 (805)477-4439 D. NUMBER OF STORIES: 3 ABBREVIATIONS AND SYMBOL LEGEND ' POLLUTION CONTROL DISTRICT PERMIT AND CITY OF VENTURA ADMINISTRATIVE
APPARATUS BAY= 5,000 SQ.FT, ELECTRIC. SO. CALIFORNIA EDISON CO.  CABLE TV: CHARTER CABLE e 1 STORY, TOTAL BUILDING AREA =7,880 S.F. MIXED OCCUPANCY. 4 SITE PLAN AND GEOMETRIC CONTROL PLAN COASTAL DEVELOPMENT PERMIT CONDITIONS OF APPROVAL FOR CDP-06-23-0037.
LVING QUARTERS- 2880 5Q T ' 10060 TELEGRAPH RD ' ' 51 W. MAIN ST E. MIXED OCCUPANCY METHOD: 5 GRADING AND IMPROVEMENTS COVER SHEET | |
i o VENTURA, CA 93004 VENTURA, CA 93001 e  NON SEPERATED MIXED OCCUPANCY - R-2 - GOVERNS AREA AND CONSTRUCTION TYPE. 6 GRADING AND DRAINAGE PLAN 5 R S B o D 00 A 100 PMMONDAY THROUGH FRIDAY
EXISTING FIRE HYDRANTS ARE SUFFICIENT FOR FIRE WATER SUPPLY (805)654-7476 (805)648-5705 7 SITE CROSS SECTIONS
DEMANDS OF BUILDINGS. F. FIRE PROTECTION: - TS D DR AGE DTS 9, NOT LESS THAN TWO WEEKS PRIOR TO COMMENCEMENT OF DEMOLITION, ALL
RESIDENCES WITHIN 500 FEET OF THE PROJECT SITE SHALL BE PROVIDED
e  AUTOMATIC FIRE SPRINKLER SYSTEM PER NFPA 13. 5 UTILITY PLAN NOTIFICATION OF THE ACTIVITIES, CONSTRUCTION SCHEDULE AND EQUIPMENT TO BE
CALIFORNIA BUILDING CODES 10 SANITARY SEWER STANDARD DETAILS HSED:
CBC APPLICABLE CODES: 2025 CBC, 2025 CGBSC, 2025 CFC, 2025 NFPA, 2025 CAC, 2025 CCR i CLARIFIER SYSTEM DETAILS 10' /IEEng\E)EAEF; QI(UTSHEAc;{lT\/\\/(llbLFB\/EEEIESEA,\I ElEF)al\zN g:PﬁRFJI'TAEEEI'DI'RINKLER SYSTEM. A5
2025 CAL GREEN, 2025 CEC, 2025 CMC, 2025 CPC, 2025 CENC. ’ ' ' 12 BIOSWALE DETAILS '
m TRASH ENCLOSURE DETAILS 11. THIS SITE IS URBAN UNZONED FIRE HAZARD.
C I TY O F B U E NAVE N TU RA 14 WALKWAY LIGHTING DETAILS
M U N | CI P AL C O D E S 15 CURB, GUTTER, & SIDEWALK STANDARD DETAILS UN&TE?ES;? \[/)vcs)gi}ﬂgEDp/\xl?EsRT
16 WATER STANDARD DETAILS BEFORE YOU DIG:
APPLICABLE CODES: 2020 SMBC 17 CONSTRUCTION DETAILS
18 FENCE GATE IMPROVEMENTS AND DETAILS GRADING PLANS PER SEPARATE PERMIT
CO N S U LTAN T D | R E CTO RY PARKI N G ANALYS I S 19 TELECOM PLAN FIRE SPRINKLER PLANS PER SEPARATE PERMIT
STRUCTURAL: KPFF CONSULTING ENGINEERS ELECTRICAL:  CANNON LANDSCAPING:  DESIGN STUDIO LANDSCAPE DEVELOPMENT ~ H/VING QUARTERS FLOOR AREA=2,880 SQ.FT. s e FIREAERTSYSTEMPLANS PER SEPARNTE PERUIT | N
700 FLOWER STREET, #2100 16842 VON KARMAN AVENUE, #150 88 N. OAK STREET, SUITE 1A PARKING SPACES REQUIRED: ONE SPACE FOR EVERY 300 SQ.FT. OF GROSS FLOOR 3; e DEFERRED SUBMITTALS GLOBAL MODULAR PLANS Call before youl dig.
LOS ANGELES, CA 90017 IRVINE, CA 92606 VENTURA, CA 93001 AREA — e TS
(213) 418-0201, kathrin.klemm@kpff.com (919) 753-8111, DineshP@CannonCorp.us (805) 225-3836, rleo@landscapedevelopment.com 2850 SAFT. _ 9.6 PARKING SPACES REQUIRED. o TV
PLUMBING AND: 3C ENGINEERING, INC. FIRE ALERTING: HONEYWELL FIRE SYSTEMS ENVIRONMENTAL:  RINCON CONSULTANTS, INC. PROPOSED NUMBER OF PARKING SPACES FOR INTERIM FIRE STATION=10 PARKING 7580 MECHANICAL PLANS
MECHANICAL 1500 PALM STREET AND DISPATCH  william.butler2@honeywell.com 180 N. ASHWOOD AVENUE SPACES 818 ENERGY COMPLIANCE DOCUMENTATION
SAN LUIS OBISPO, CA 93401 VENTURA, CA 93003 THE APPARATUS BAY AND GYM STRUCTURES WILL BE USED AS FIRE ENGINE 8387 PLUMBING PLANS
(805) 540-3363, dstanger@3ceng.com BUILDING: CLEARSPAN STRUCTURES (805) 644-4455, emutkowska@rinconconsultants.com CARPORTS AND STAFF EXERCISE EQUIPMENT: NO OFF-STREET PARKING REQUIRED. 88 FIRE STATION ALERT SYSTEM PLANS
1395 JOHN FITCH BLAVD. 89-95 LANDSCAPING PLANS AND DETAILS
FIRE ALARM: COLLINGS AND ASSOCIATES LLC SOUTH WINDSOR, CT 06074 OIZI;HMELNS (S%ORIZGI E>EI-3|;E2J21RVEAQ-| I;IJQAE‘/!:OYRAEI S 96-114 ELECTRICAL PLANS
' s , . REV. DESCRIPTION CK'D | APP | DATE
260 MAPLE COURT, #241 (866) 643-1010, Imelssen@farmtek.com GEOTECHNICAL:  EARTH SYSTEMS LOAD FACTOR: 300 GROSS SF/PERSON, PER CBC TABLE 1004.5 115140 VING QUARTER PLANS
VENTURA. CA 93003 5917 OLIVAS PARK DRIVE, SUITE F APPARATUS BAY AREA: 5,500 SF ’ 141-149 GYM PLANS PUBLIC WORKS DEPARTMENT ENGINEERING DIVISION
(805) 658-0003, ayakel@collingsandassociates.com  BUILDING: ~ GLOBAL MODULAR, INC. VENTURA, CA 95003 OCCUPANT LOAD— — B0OSE o 150151 | SOUTHERN CALIFORNIA EDISON PLANS CITY OF SAN BUENAVENTURA
450 COMMERCE AVENUE (805) 642-6727, tmazzei@earthsystems.com ~ 300 SF/PERSON
ATWATER. CA 95301 FIXTURE TYPE REQUIRED QUANTITY INTERIM FIRE STATION NO. 7
; . WATER CLOSETS (WC) 1 PER 100 EMPLOYEES PER SEX 2 (1M, 1F)
(209) 676-8029, dperez@gdvi.net ceQURED =10 0 BOUND COVER SHEET
LAVATORIES 1 PER 100 OCCUPANTS PER SEX 2 (1M, 1F) By ore loms v ook | ckb ey ook
10 ROUND
REQUIRED =155= 0.1 —gp—=— 1.0 REVIEWED BY: 6 May 2026
Drinking Fountain 1 Per 400 Occupants Per Sex 1 DATE PRINCIPAL ENGINEER DATE
Reauired = 12_0%= oo ROJSd "o CITY ENGINEER DATE
Service Sink 1 Per Building 1 Barbara Wel lormack ”8',?,2?@“ SPEC. NUMBER 2025-010 PROJECT NUMBER FA11-1061
FLEET AND FACILITIES MANAGER Sl April 27, 2026 SHEET 1 OF 151| DWG. NO. 2025-D-010




NOTES

1 | TERMINATE CAT6E IN EXTERIOR RATED JUNCTION BOX

MOUNTED BELOW ROOF LINE, COIL CABLE AND PROVIDE
BLANK COVER.

12" ABOVE CABINET COUNTERTOP. ( GLOBAL MODULAR INC.)

3 | UNDERGROUND CONDUIT AND SLAB PENETRATION TO BE
COMPLETED WITH SITE CONSTRUCTION.

4 | COIL AND ATTACH ADEQUATE CABLE TO COMPLETE
ON-SITE PULL TO TERMINATE AT IT EQUIPMENT AND
TELECOM CENTER IN MODULAR LIVING QUARTERS.

5 | TERMINATE TELEVISION CAT6E TO WALL BOX AND PLATE
WITH RJ 45 JACKS AT + 48" ABOVE FLOOR.

6 | PROVIDE TELEVISION QUAD 120V RECEPTACLES AT + 48"
ABOVE FLOOR. ( GLOBAL MODULAR INC.)

THE PLAN SHOWS IT CABLE DROP AND BELOW GRADE CONDUIT FOR MODULAR
UNITS AND APPARATUS BAY. WORK SHOWN FOR MODULAR BUILDING TO BE
COMPLETED BY GLOBAL MODULAR. WORK SHOWN ON APPARATUS BAY TO BE

COMPLETED BY THE SITE IMPROVEMENT CONTRACTOR INCLUDING TERMINATION
OF CABLE TO THE CAPTAIN OFFICE.

SEE SITE UTILITY PLAN FOR WORK OUTSIDE THE BUILDING FOOTPRINT.

CABLE FORIT, FIRE DISPATCH ALERTING AND FIRE ALARM WITHIN
APPARATUS BAY SHALL BE INSTALLED IN GRC AND PROVIDE METAL
JUNCTION BOXES FOR ALL TERMINATIONS, JUNCTION AND PULL POINTS.
CONDUIT AND CABLE LAYOUT PLANS/SHOP DRAWING SHALL BE PREPARED

BY THE CONTRACTOR AND SUBMITTED TO THE ENGINEER FOR APPROVAL
PRIOR TO INSTALLATION.

EXTERIOR TERMINATION IN APPARATUS BAY SHALL BE INSTALLED IN

ACCORDANCE WITH BUILDING SHELL PENETRATION DETAILS PROVIDED OR
APPROVED BY CLEARSPAN.

USDD FIRE DISPATCH ALERTING EQUIPMENT TO BE INSTALLED
EXCLUSIVELY BY INSTALLATION CONTRACTOR CERTIFIED BY THE
MANUFACTURER, USDD HONEYWELL CABLE, CONDUIT AND JUNCTION BOX

INSTALL TO BE COMPLETED BY GLOBAL MODULAR OR SITE IMPROVEMENT
CONTRACTOR FOR APPARATUS BAY.

APPARATUS BAY CABLE RUNS FOR IT AND FIRE DISPATCH ALERTING TO BE
EXTENDED TO CAPTAIN OFFICE WITHIN MODULAR BUILDING BY SITE
IMPROVEMENT CONTRACTOR.

2 | PROVIDE 3 DUPLEX 120V RECEPTACLES EVENLY SPACED 8" TO
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SCALE: N/A
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PUBLIC WORKS DEPARTMENT ENGINEERING DIVISION

CITY OF SAN BUENAVENTURA
INTERIM FIRE STATION NO. 7
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